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SCOPE:

This P.E. Evaluation Report (henceforth ‘PEER’) is issued under F.A.C. Rule 61G20-3 and the applicable rules and regulations governing the
use of construction materials in the State of Florida. The documentation submitted has been reviewed by Robert Nieminen, P.E. for
compliance with the 9th Edition (2026) Florida Building Code, High Velocity Hurricane Zone sections noted herein.

DEescrIPTION: Tremco Modified Bitumen Roof Systems (HVHZ)

LABELING: Labeling shall be in accordance with the requirements of the Accredited Quality Assurance Agency noted herein.

CoNTINUED ComPLIANCE: This PEER is valid until such time as the named product(s) changes, the referenced Quality Assurance or production
facility location(s) changes, or Code provisions that relate to the product(s) change. Acceptance of our PEERs by the named client constitutes
agreement to notify NEMO ETC, LLC of any changes to the product(s), the Quality Assurance or the production facility location(s). NEMO
ETC, LLC requires a complete review of its PEER relative to updated Code requirements with each Code Cycle. Reference is made to the
NEmo | etc. Directory of P.E. Evaluations to ascertain the status and/or current version of this PEER. If the PEER is not listed at the Nemo
Directory, then it is no longer valid.

ADVERTISEMENT: “NEMo P.E. Evaluated” may be displayed in advertising literature. If any portion of the PEER is displayed, then it shall be in
its entirety.

InsPecTION: Upon request, a copy of this entire PEER shall be provided to the user by the manufacturer or its distributors and shall be available
for inspection at the job site at the request of the Building Official.

This PEER consists of pages 1 through 5, plus a 135-page Appendix. Lttt e,
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CERTIFICATION OF INDEPENDENCE:

1. NEMO ETC, LLC does not have, nor does it intend to acquire or will it acquire, a financial interest in any company manufacturing or
distributing products it evaluates.

2. NEMO ETC, LLC is not owned, operated, or controlled by any company manufacturing or distributing products it evaluates.

3. Robert Nieminen, P.E. does not have nor will acquire, a financial interest in any company manufacturing or distributing products for
which the PEERs are being issued.

4. Robert Nieminen, P.E. does not have, nor will acquire, a financial interest in any other entity involved in the approval process of the
product.

5. This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer of Record for any
project on which this PEER, or previous versions thereof, is/was used for permitting or design guidance unless retained specifically for
that purpose.

©2019 NEMO ETC, LLC


https://www.nemoetc.com/
https://tremcoroofing.com/
https://www.flrules.org/gateway/ChapterHome.asp?Chapter=61G20-3
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ROOFING SYSTEMS EVALUATION:
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1. SCOPE:

Product Category:

Sub-Category:

Product Approval Method:
Compliance Statement:

Roofing

Modified Bitumen Roof Systems

Method 1, Option D — Codified Material, Evaluation by Engineer
Tremco Modified Bitumen Roof Systems, as produced by Tremco CPG, Inc., have

demonstrated compliance with the following sections of the 9t Edition (2026) Florida Building Code, High Velocity
Hurricane Zone (HVHZ) through testing in accordance with the following Standards. Compliance is subject to the
Installation Requirements and Limitations of Use set forth herein.

2. STANDARDS:

SECTION
TAS 110
TAS 110
TAS 110
TAS 110
TAS 110
TAS 110
TAS 110

PROPERTY
Resistance to Foot Traffic
Wind resistance

Susceptibility to Hail Damage

Susceptibility to Leakage

Material standard (asphaltic)

Material standard (modified bitumen)
Accelerated Weathering

3. REFERENCES:

STANDARD
TAS 114, Section 8.9

TAS 114, Appendix C, D or J

TAS 114, Appendix F
TAS 114, Appendix G

ASTM D2178, ASTM D4601
ASTM D6162, ASTM D6163, ASTM D6164, ASTM D6222, ASTM D6509

ASTM D4798

ENTITY
NEMO
NEMO
NEMO
NEMO
NEMO
NEMO
NEMO
NEMO
NEMO
NEMO
NEMO
NEMO
NEMO
NEMO
NEMO
NEMO

TST6049)
TST6049)
TST6049)
TST6049)
TST6049)
TST6049)
TST6049)
TST6049)
TST6049)
TST6049)
TST6049)
TST6049)
TST6049)
TST6049)
TST6049)
TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
ACRC (TST4671)
ERD (TST11294)
ERD (TST11294)
ERD (TST11294)
ERD (TST11294)
ERD (TST11294)
ERD (TST11294)
ERD (TST11294)
ERD (TST11294)
ERD (TST11294)

(
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(
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(

ERD (TST6049)
ERD (TST6049)
ERD (TST6049)
ERD (TST6049)
ERD (TST6049)
ERD (TST6049)
ERD (TST6049)
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EXAMINATION
ASTM D2178
ASTM D6162
ASTM D6163
ASTM D6162
ASTM D6162
ASTM D6162
ASTM D6163
ASTM D6163
ASTM D6164
ASTM D6164
ASTM D6162
ASTM D6163
ASTM D6163
ASTM D6163
ASTM D6163
ASTM D6164
ASTM D4601
ASTM D6162
ASTM D4601
ASTM D6509
ASTM D6222
ASTM D6222
ASTM D6163
ASTM D6163
ASTM D6163
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114

Certificate of Authorization #32455

REFERENCE
4-TRM-18-002.04.18-2
4S-TRM-18-002.11.18
TRM-SC16860.04.18
49g-TRM-19-SSMBB-01.B
4q9-TRM-19-SSMBB-01.C
49g-TRM-19-SSMBB-01.D
4q-TRM-19-SSMBB-01.E
49-TRM-19-SSMBB-01.F
4qg-TRM-19-SSMBB-01.G
49-TRM-19-SSMBB-01.H
49-TRM-19-SSMBB-01.A
49g-TRM-19-SSMBB-03.A
4q9-TRM-19-SSMBB-03.B
49g-TRM-19-SSMBB-03.C
49-TRM-19-SSMBB-03.D
49-TRM-21-SSMBB-01.A
4g-TRM-21-SSMBB-02.A.R1
49-TRM-21-SSMBB-03.A
49-TRM-SSMBB-001.A
50770190
JMC-330-02-01
JMC-330-02-03
50770104

507T0105

82470047

07-015
JM-SC11190.03.16
13625.04.17; TRM-S1
13625.04.17-1; TRM-S2
13625.05.17-1-R1
13625.05.17-2A
13625.07.17-2
15770.09.17-2
13625.11.17-2
13625.12.17-2B
4674.11.01-1
2011.K39690SC
TRM-SC6775.12.14
TRM-5C6775.01.15
TRM-5C6775.11.15-09-1
TRM-SC9625.11.15-2-R1
11675.06.16-1

Dare
04/27/18
11/28/18
04/27/18
10/24/19
10/24/19
10/24/19
10/24/19
10/24/19
10/24/19
10/24/19
02/07/20
04/22/20
04/22/20
04/22/20
04/22/20
07/20/21
01/04/22
07/19/22
07/21/26
05/02/22
10/17/18
10/17/18
05/11/21
05/11/21
06/09/22
04/17/07
03/11/16
04/06/17
04/20/17
06/05/17
06/05/17
07/20/17
09/20/17
12/07/17
12/21/17
11/21/01
08/20/12
12/31/14
01/02/15
11/12/15
11/17/15
06/08/16

ENTITY

FM (TST1867)

FM (TST1867)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)

EXAMINATION

4470/4474
4470/4474
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
Criticality
TAS 114
TAS 114
Criticality
Criticality
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Tremco Modified Bitumen Roof Systems
BACKTO TOP

REFERENCE DATE

3051558 12/04/15
3055491 (LTR) 02/10/16
13625.01.18-1 01/08/18
13625.01.18-3B 01/08/18
13625.01.18-4B 01/08/18
13625.01.18-6B 01/09/18
13625.01.18-7 01/12/18
TRM-CTL15770.09.17-2 01/15/18
2-TRM-18-001.01.18-1B 01/29/18
2-TRM-18-001.05.18-1 05/17/18
2-TRM-18-001 07/13/18
2-TRM-18-001.07.18-1A 07/16/18
2-TRM-18-001.07.18-2A 07/16/18
2-TRM-18-001; TRM-C18 08/15/18
2-TRM-18-001 10/11/18
2-TRM-18-001 10/26/18
2-TRM-18-001.10.18.A 10/31/18
2-TRM-18-001 11/09/18
2a-TRM-19-LSWUS-01.A 01/15/20
2a-TRM-20-LSWUS-01 04/08/20
2a-TRM-20-LSWUS-03.A 09/23/20
2a-TRM-20-LSWUS-02.A 11/11/20
2a-TRM-21-LSWUS-01.A 01/18/22
2a-TRM-23-LSWUS-01 09/11/23
TRM-SC13940.01.18-1B 01/12/18
4-TRM-18-006.03.18-1 03/27/18
4-TRM-18-006.05.18-1 05/25/18
4-TRM-18-006; TRM-C13 06/28/18
4-TRM-18-006; TRM-C18 07/26/18
4-TRM-18-006.08.18-1 08/02/18
4-TRM-18-006.08.18-2 08/02/18
4-TRM-18-006.08.18-3 08/02/18
2-TRM-18-001; TRM-B7 08/10/18
4-TRM-18-006.11.18 11/20/18
4-TRM-18-006; TRM-C23 12/04/18
4a-TRM-19-LSWUS-02.A 03/18/19
4a-TRM-19-LSWUS 06/11/19
4i-TRM-19-SSCRT 06/17/19
4a-TRM-20-LSWUS-01.A 06/15/20
4a-TRM-20-LSWUS-04.A 11/17/20
4i-TRM-20-SSCRT-02.A 11/17/20
4i-TRM-20-SSCRT-01.A 05/06/21

PEER-TRM-006.B.R20
FL20325-R22 (HVHZ)
Revision 20: 08/12/2026
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ENTITY EXAMINATION REFERENCE DATE ENTITY EXAMINATION REFERENCE DATE
ERD (TST6049) TAS 114 11090.07.16-1 07/18/16 NEMO (TST6049) TAS 114 4a-TRM-21-LSWUS-01.A 06/15/21
ERD (TST6049) TAS 114 12530.10.16-2; TRM-20A 10/11/16 NEMO (TST6049) TAS 114 4a-TRM-21-LSWUS-02.A 10/08/21
ERD (TST6049) TAS 114 12935.10.16; TRM-21 10/11/16 NEMO (TST6049) TAS 114 4a-TRM-21-LSWUS-04.A 10/08/21
ERD (TST6049) TAS 114 11090.10.16-1 10/20/16 NEMO (TST6049) TAS 114 4i-TRM-21-SSCRT-02.A 11/11/21
ERD (TST6049) TAS 114 11675.10.16; TRM-19 10/20/16 NEMO (TST6049) Criticality 4i-DAP-21-SSCRT-01.A.R1 03/03/22
ERD (TST6049) TAS 114 TRM-SC13940.09.17 09/20/17 NEMO (TST6049) TAS 114 4a-TRM-22-LSWUS-01.A 05/24/22
FM (TST1867) 4470/4474 3002823 04/01/99 NEMO (TST6049) TAS 114 4a-TRM-22-LSWUS-02.A 05/24/22
FM (TST1867) 4470/4474 4D2A3.AM 09/04/99 NEMO (TST6049) Criticality 4i-TRM-22-SSCRT-03.A 06/27/22
FM (TST1867) 4470/4474 3005298 05/10/02 NEMO (TST6049) Criticality 4i-TRM-22-SSCRT-04.A 10/12/22
FM (TST1867) 4470/4474 3018579 10/09/03 NEMO (TST6049) Criticality 4u-ACES-23-SSMFP-01.A 05/24/23
FM (TST1867) 4470/4474 3018436 02/09/04 NEMO (TST6049) Criticality 4i-ACES-23-SSCRT-01 08/30/23
FM (TST1867) 4470/4474 3018437 02/09/04 NEMO (TST6049) Criticality 4i-TRM-23-SSCRT.01.A.R1 11/07/23
FM (TST1867) 4470/4474 3015502 12/30/04 NEMO (TST6049) TAS 114 4a-TRM-23-LSWUS-04.A 11/20/23
FM (TST1867) 4470/4474 3026215 05/19/06 NEMO (TST6049) Criticality 4i-TRM-23-SSCRT.03.A 03/18/24
FM (TST1867) 4470/4474 3027863 11/08/06 NEMO (TST6049) TAS 114 4a-TRM-LSWUS-001.A 11/15/24
FM (TST1867) 4470/4474 3025185 05/22/07 NEMO (TST6049) TAS 114 4a-TRM-LSWUS-003.A 11/21/25
FM (TST1867) 4470/4474 3033461 09/16/08 PRI (TST5878) TAS 114 TRE-162-02-02 06/22/15
FM (TST1867) 4470/4474 3039057 04/21/11 NEMO Traceability NE-FRM-0025-01 06/11/21
FM (TST1867) 4470/4474 3043423 12/14/11 NEMO Traceability NE-FRM-0025-01 06/11/21
FM (TST1867) 4470/4474 3043018 01/27/12 NEMO Traceability TRFM-0020-]M 02/28/23
FM (TST1867) 4470/4474 3045534 04/04/12 NEMO Traceability NE-FRM-0025-01-GAF 11/21/23
FM (TST1867) 4470/4474 3040922 06/13/12 UL LLC (QUA9625) Traceability L14A, MLA 12/27/22
FM (TST1867) 4470/4474 3045650 09/27/12 UL (QUA9625) QA Service Confirmation 07/31/25
FM (TST1867) 4470/4474 3048493 09/24/13 UL (QUA9625) QA Florida BCIS Current
4, PRODUCT DESCRIPTION:

This PEER covers Tremco Modified Bitumen Roof Systems installed in accordance with Tremco published
installation instructions and the Limitations of Use herein.

TABLE 1: EVALUATED MEMBRANES

MATERIAL STANDARD
TYPE Probuct PLANT(S)
REFERENCE Type GRADE
BURmastic Glass Ply D4601 I N/A OH
BURmastic Glass Ply — 28 Ib D4601 1] N/A OH
BASE SHEETS BURmastic Composite Ply HT D4601 1] N/A OH
BURmastic Composite Ply Premium D4601 1] N/A OH
BURmastic Composite Ply HT Green D4601 1] N/A OH
THERMglass Type IV D2178 1\ N/A OK
PLy SHEETS
THERMglass Premium VI D2178 VI N/A OK
POWERply APP Base Sheet D6509 N/A N/A GA
APP, SMOOTH-SURFACE
POWERply APP Smooth D6222 | S GA
APP, GRANULE-SURFACE POWERply APP FR D6222 | G GA
POWERply SBS Base HW D6162 I} S X
POWERply Endure 300 Smooth D6162 1] S OH
POWERply Endure 320 Smooth D6162 I} S OH
POWERply Standard Smooth D6163 | S OH
SBS, SMOOTH-SURFACE POWERply Standard Smooth HW D6163 | S GA
POWERply Endure 100 Smooth D6163 ] S OH
POWERply Heavy Duty Base Sheet D6163 I} S OH
POWERply 2PM D6164 | S OH
POWERply Endure 200 Smooth D6164 | S OH

©ONEMO ETC, LLC
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TABLE 1: EVALUATED MEEMBRANES
MATERIAL STANDARD
TYPE PRODUCT PLANT(S)
REFERENCE TYPE GRADE
POWERply Endure 300 FR D6162 11l G OH
POWERply Endure 320 FR D6162 1 G OH
POWERply SBS Deluxe HW D6162 1l G TX
POWERply Standard D6163 | G OH
POWERply Standard FR D6163 | G OH
SBS, GRANULE SURFACE
POWERply Standard FR GT24C D6163 | G AR
POWERply Standard FR HW D6163 | G OH
POWERply Endure 100 FR D6163 ] G OH
POWERply 3GR D6164 | G OH
POWERply Endure 200 FR D6164 1] G OH

5. LIMITATIONS:

5.1 This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer
of Record for any project on which this PEER, or previous versions thereof, is/was used for permitting or design
guidance. PEERs are not to be construed as representing any attributes not specifically listed, nor are PEERs to be
construed as an endorsement of the subject, or a recommendation for its use. There is no warranty by NEMO ETC,
LLC or Robert Nieminen, P.E., express or implied, as to any finding or other matter in this PEER, or as to any product
covered by the PEER.

5.2 This PEER is exclusively for use in High Velocity Hurricane Zone jurisdictions, as defined in FBC Chapter 2 (Broward
and Miami-Dade Counties).

5.3 The evaluation herein pertains to above-deck roof components; deck-attachment details pertain to ‘as-tested’
conditions under Testing Application Standard TAS 114, Appendix J. Roof decks shall be in accordance with FBC
HVHZ requirements to the satisfaction of the Authority Having Jurisdiction.

5.4 This PEER does not include evaluation of fire classification. Refer to FBC HVHZ 1516 for requirements and
limitations regarding roof assembly fire classification. Refer to FBC 2603 for requirements and limitations
concerning the use of foam plastic insulation.

5.5 This PEER does not include evaluation of roof edge termination. Refer to Roofing Application Standard RAS 111
for requirements and limitations regarding edge securement for low-slope roofs.

5.6 Recover Installations, refer to FBC HVHZ 1521:

5.6.1 For mechanically attached components over existing roof decks, fasteners shall be tested in the existing deck for
withdrawal resistance. A qualified design professional shall review the data for comparison to the minimum
requirements for the system. Testing shall be in accordance with Testing Application Standard TAS 105.

5.6.2 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the
existing deck or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any
surface conditions exist that bring system performance into question, field uplift testing in accordance with Testing
Application Standard TAS 124 shall be conducted on mock-ups of the proposed new roof assembly.

5.6.3 For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall
be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having
Jurisdiction, as documented through field uplift testing in accordance with Testing Application Standard TAS 124.

©ONEMO ETC, LLC PEER-TRM-006.B.R20
Certificate of Authorization #32455 P.E. EVALUATION REPORT: 9t" EDITION (2026) FBC HVHZ FL20325-R22 (HVHZ)
Tremco Modified Bitumen Roof Systems Revision 20: 08/12/2026
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5.7 Attachment Requirements for Wind Load Resistance, Appendix 1:

5.7.1 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads,
and reflects the ultimate passing pressure divided by 2 (the 2 to 1 margin of safety per Testing Application
Standard TAS 114 has already been applied). Refer to FBC HVHZ 1620 and Roofing Application Standard RAS 128
for determination of design wind loads.

5.7.2 For mechanically attached components, the maximum design pressure for the selected assembly shall meet or
exceed at least the Zone 1 PRIME design pressure determined in accordance with FBC HVHZ 1620 or Roofing
Application Standard RAS 128. Elevated pressure zones shall employ an attachment density designed by a
qualified design professional to resist the elevated pressure criteria. Analysis shall be in accordance with Roofing
Application Standard RAS 117 or RAS 137. *This extrapolation is not permitted for systems marked with an
asterisk*.

5.7.3 For tables and/or assemblies marked with an asterisk*, the maximum design pressure (MDP) limitation shall be
applicable to all roof pressure zones. Rational analysis is not permitted.

5.8 Corrosion Resistance — Saltwater Environments:

Fasteners and connectors, if applicable, in areas within 3,000 feet of a saltwater coastline shall demonstrate
compliance with FBC 1711 to the satisfaction of the Authority Having Jurisdiction.

5.9 All components in the roof assembly shall have quality assurance audit in accordance with F.A.C. Rule 61G20-3.
Refer to the Product Approval of the component manufacturer for components listed in Appendix 1 that are
produced by a Product Manufacturer other than the report holder on Page 1 of this PEER.

6. INSTALLATION:

Tremco Modified Bitumen Roof Systems shall be installed in accordance with Tremco CPG, Inc. current, published
installation instructions, subject to the Limitations of Use noted herein.

7. BUILDING PERMIT REQUIREMENTS:

As required by the Building Official or Authority Having Jurisdiction to properly evaluate the installation of this
product.

. IMANUFACTURING PLANTS:

Contact the named QA entity for manufacturing facilities covered by F.A.C. Rule 61G20-3 QA requirements. Refer
to Section 4 herein for products and production locations having met codified material standards.

|

9. QUALITY ASSURANCE ENTITY:
UL (QUA9625): (360) 817-5512; bsai.inspections@ul.com

- THE 135-PAGES THAT FOLLOW FORM PART OF THIS PEER -
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APPENDIX 1: ATTACHMENT REQUIREMENTS FOR WIND UPLIFT RESISTANCE

TABLE DECK APPLICATION TYPE DESCRIPTION PAGE
1A Wood New, Reroof (Tear-Off) or Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 11
1B Wood New, Reroof (Tear-Off) B-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 15
1c Wood New or Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Boned Roof Cover 17
1p Wood New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 19
1e Wood New, Reroof (Tear-Off) or Recover D-2 Insulated, Mechanically Attached Base Sheet (screws & plates), Bonded Roof Cover 20
1r Wood New, Reroof (Tear-Off) or Recover D-2 Insulated, Mechanically Attached PowerFAST, Bonded Roof Cover 21
16 Wood New or Reroof (Tear-Off) E-2 Non-Insulated, Mechanically Attached Base Sheet (nails), Bonded Roof Cover 23
1H Wood New, Reroof (Tear-Off) or Recover E-2 Non-Insulated, Mechanically Attached Base Sheet (screws & plates), Bonded Roof Cover 24
1 Wood New, Reroof (Tear-Off) or Recover E-2 Non-Insulated, Mechanically Attached PowerFAST, Bonded Roof Cover 25
2A Steel New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 27
2B Steel New, Reroof (Tear-Off) A-3 Bonded Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 37
2c Steel or Structural Concrete New, Reroof (Tear-Off) or Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 40
2D Steel New, Reroof (Tear-Off) B-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 55
2E Steel or Structural Concrete New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 67
2F Steel New, Reroof (Tear-Off) or Recover D-2 Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 75
2G Steel New, Reroof (Tear-Off) or Recover D-2 Insulated, Mechanically Attached PowerFAST, Bonded Roof Cover 76
3A Structural Concrete New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 78
3B Structural Concrete New or Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 83
4A Deck with Lightweight concrete Reroof (Tear-Off) A-1 LWC to Deck, Bonded Insulation, Bonded Roof Cover 85
4B Deck with Lightweight concrete New, Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 89
4c Deck with Lightweight concrete Reroof (Tear-Off) or Recover C-1 LWC to Deck, Mechanically Attached Insulation, Bonded Roof Cover 92
4p Deck with Lightweight concrete New, Reroof (Tear-Off) E-2 LWC to Deck, Mechanically Attached Base Sheet, Bonded Roof Cover 104
4€ Deck with Lightweight concrete New, Reroof (Tear-Off) or Recover E-2 LWC to Deck, Mechanically Attached PowerFAST, Bonded Roof Cover 108
4F Deck with Lightweight concrete New, Reroof (Tear-Off) E-2 Vapor Barrier to Deck, LWC to Vapor Barrier, Mechanically Attached Base Sheet, Bonded Roof Cover 109
4G Deck with Lightweight concrete New, Reroof (Tear-Off) F LWC to Deck, Bonded Roof Cover 114
4H Deck with Lightweight concrete New, Reroof (Tear-Off) F Vapor Barrier to Deck, LWC to Vapor Barrier, Bonded Roof Cover 115
5A Cementitious wood fiber New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 116
58 Cementitious wood fiber New, Reroof (Tear-Off) or Recover B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Boned Roof Cover 117
6A Existing gypsum Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 120
6B Existing gypsum Reroof (Tear-Off) A-1a Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 121
6C Existing gypsum Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Boned Roof Cover 123
6D Existing gypsum Reroof (Tear-Off) or Recover E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 129
7A Various Recover A-1 Bonded Insulation, Bonded Roof Cover 131
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The following notes apply to the systems outlined herein:

1 The roof system evaluation herein pertains to above-deck roof components. Roof decks and structural members shall be in accordance with FBC HVHZ requirements to the satisfaction of the Authority Having
Jurisdiction. Deck-attachment details pertain to ‘as-tested’ conditions under Testing Application Standard TAS 114, Appendix J.
2 Unless otherwise noted, fasteners and stress plates shall be as follows. Recessed plates are not for use with cement-based or gypsum-based hardboard coverboards. Fasteners shall be of sufficient length for the
following engagements:
FASTENER/PLATE OPTIONS
DECK TYPE By FBCFiLE OR NOA PARTS MINIMUM ENGAGEMENT
Tremco CPG N/A Tremco #12 DP or'Tremco #14 .HD V\{ith Tremco 3” Metal Insulation P!ate ?r Tremz':o #1211 Fastener or Tremco
#1410 Fastener with Tremco Disc 3 in. Steel Stress Plate or Tremco Disc Ribbed 3 in. Steel Stress Plate
ACE #12 or ACE #15 with ACE 3” BE Insulation Plate or ACE 3” WW Insulation Plate (with polyisocyanurate . .
Ace Screws 25-0402.11 insulation, TremBoard AC, DEXcell Cement Roof Board, DensDeck Prime, DEXcell FA Glass Mat Roof Board or M|mmur~rﬁ #-inch plywood
Woop SECUROCK Gypsum-Fiber Roof Board) penetration or wood plank
Altenloh, Brinck and Co. U.S., Inc. 25-0129.08 Trufast #12 DP or Trufast #14 HD with Trufast 3” Metal Insulation Plate embedment
OMG, Inc. 24-0627.03 OMG #12 Standard or OMG #14 Heavy Duty with OMG 3 in. Galvalume Steel Plate or 3 in. Ribbed Galvalume
Plate
Tremco CPG N/A Tremco #12 DP or-Tremco #14 ‘HD vs{ith Tremco 3” Metal Insulation P!ate f” Trem.co #1211 Fastener or Tremco
#1410 Fastener with Tremco Disc 3 in. Steel Stress Plate or Tremco Disc Ribbed 3 in. Steel Stress Plate
ACE #12 or ACE #15 with ACE 3” BE Insulation Plate or ACE 3” WW Insulation Plate (with polyisocyanurate . X R
Ace Screws 25-0402.11 insulation, TremBoard AC, DEXcell Cement Roof Board, DensDeck Prime, DEXcell FA Glass Mat Roof Board or Minimum %-inch steel penetration
SIEES SECUROCK Gypsum-Fiber Roof Board) and le;‘gafe the top flute of the
Altenloh, Brinck and Co. U.S., Inc. 25-0129.08 Trufast #12 DP or Trufast #14 HD with Trufast 3” Metal Insulation Plate steel dec
OMG, Inc. 24-0627.03 OMG #12 Standard or OMG #14 Heavy Duty with OMG 3 in. Galvalume Steel Plate or 3 in. Ribbed Galvalume
Plate
Tremco #14 HD with Tremco 3” Metal Insulation Plate or Tremco #1410 Fastener with Tremco Disc 3 in. Steel
Tremco CPG N/A - .
Stress Plate or Tremco Disc Ribbed 3 in. Steel Stress Plate Minimum 1.25-inch embedment.
ACE #15 with ACE 3” BE Insulation Plate or ACE 3” WW Insulation Plate (with polyisocyanurate insulation, Fastener installed with a pilot hole
STAGIURAL Ace Screws 25-0129.08 TremBoard AC, DEXcell Cement Roof Board, DensDeck Prime, DEXcell FA Glass Mat Roof Board or SECUROCK in accordance with the fastener
CONCRETE . .
Gypsum-Fiber Roof Board) manufacturer’s published
Altenloh, Brinck and Co. U.S., Inc. 25-0129.08 Trufast #14 HD with Trufast 3” Metal Insulation Plate installation instructions
OMG, Inc. 24-0627.03 OMG #14 Heavy Duty or CD-10 with OMG 3 in. Galvalume Steel Plate or 3 in. Ribbed Galvalume Plate
3 RESERVED
4 Minimum 200 psi, minimum 2-inch thick FBC HVHZ Approved lightweight insulating concrete may be substituted for or installed below, rigid insulation board for System Types B-1, C-1, C-2, D-1 or D-2, whereby
fasteners are installed through the lightweight insulating concrete to engage the structural deck. The structural deck shall be of equal or greater type, thickness and strength to the steel and structural concrete
deck listings. Roof decks and structural members shall be in accordance with FBC requirements to the satisfaction of the Authority Having Jurisdiction. This is a wind uplift resistance allowance and does not purport
to address non-wind-uplift-related issues, such as deck venting or moisture levels within the LWIC and the potential effect on overlying components. If mechanical attachment to the structural deck through
lightweight insulating concrete is proposed, field withdrawal resistance testing shall be performed to confirm equivalent or determine enhanced fastening patterns and density. All testing and fastening design
shall be in compliance with Testing Application Standard TAS 105 and Roofing Application Standard RAS 117 and/or RAS 137. Calculations shall be prepared, signed and sealed by a qualified design professional.
5 RESERVED
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6  Unless otherwise noted, insulation adhesive application rates are as follows.
e Ribbon or bead width is at the time of application; the ribbons/beads shall expand as noted in the manufacturer’s published instructions.
o If applying hot asphalt to concrete deck, deck shall be primed with ASTM D41 primer.
e When multiple layers(s) of insulation and/or coverboard are installed in ribbon-applied adhesive, board joints shall be staggered.
e The maximum edge distance from the adhesive ribbon to the edge of the insulation board shall be not less than one-half the specified ribbons spacing.
INSULATION ADHESIVE REFERENCES
By ADHESIVE REFERENCE MINIMUM RATE NoTE
Tremco Low Rise Foam Insulation Adhesive LRFIA Continuous ribbons, 12-inch o.c.
- - - - - - Refer to Note 18 for allowable alternates
Tremco Low Rise Foam Insulation Adhesive (BG) | LRFIA(BG) Continuous ribbons, 12-inch o.c.
Tremco PSF Adhesive may be used as an alternate to LRFIA or LRFIA(BG) with the following substrates:
SUBSTRATE USE SUBSTRATE OPTIONS
Deck: | plywood, OSB, steel, structural concrete, Tectum and existing gypsum deck
Tremco Vapor Barrier: | AVC Max, BURmastic Composite Ply HT, BURmastic Composite Ply Premium,
cPG Tremco PSF Adhesive PSFA Continuous ribbons, 12-inch o.c. ;g&?ﬁx:i:g;u:;:ﬁ:ts:;:(?:l;zs:zg:hd:::/ 100 Smooth, POWERply Endure
Insulation: | Trisotech G or Trisotech CGF
Coverboard: | TremBoard AC, DEXcell Cement Roof Board, Structodek HD with Primed Red
Coating, DensDeck, DensDeck Prime or DEXcell FA Glass Mat Roor Board
Recover substrate: | Existing smooth-surface or granule-surface BUR or SBS modified bitumen
Generic Hot asphalt Full coverage at 25-30 Ibs/square

7  Unless otherwise noted, all insulations are flat-stock or taper board of the minimum thickness noted. Tapered polyisocyanurate at the following thickness limitations may be substituted with the following Maximum
Design Pressure (MDP) limitations. In no case shall these values be used to ‘increase’ the MDP listings in the tables; rather if MDP listing below meets or exceeds that listed for a particular system in the tables,
then the thinner board listed below may be used as a drop-in for the equivalent thicker material listed in the table.

MDP LIMITATIONS FOR TAPERED POLYISOCYANURATE INSULATIONS
INSULATION MIN. TAPERED
ADHESIVE LisTED PRODUCT FBC HVHZ FiLE THICKNESS (IN) MDP {psf)
LRFIA or LRFIA(BG) Any polyisocyanurate listed with adhesive herein Various 0.5 -157.5

8 Bonded polyisocyanurate insulation boards shall be maximum 4 x 4 ft.

9  For mechanically attached components, the maximum design pressure for the selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in accordance with FBC HVHZ 1620 or
Roofing Application Standard RAS 128. Elevated pressure zones shall employ an attachment density designed by a qualified design professional to resist the elevated pressure criteria in accordance with Roofing
Application Standard RAS 117 or RAS 137. *This extrapolation is not permitted for systems marked with an asterisk*

10 For tables and/or assemblies marked with an asterisk*, the maximum design pressure for the selected assembly shall meet or exceed critical design pressure determined in accordance with FBC Chapter 16. No
rational analysis is permitted for these systems.

11  For mechanically attached components over existing decks, fasteners shall be tested in the existing deck for withdrawal resistance in accordance with Testing Application Standard TAS 105. A qualified design
professional shall review the data for comparison to the minimum requirements for the system. Should the fastener resistance be less than that required, a revised fastener spacing — prepared, signed and sealed
by a qualified design professional in accordance with Roofing Application Standard RAS 117 or RAS 137 — may be submitted to the Building Official for review and acceptance. For systems using Trufast Versa-Fast,
the number of Versa-Fast Fasteners installed through the Versa-Fast Plate may be increased from the minimum noted in order to yield minimum required withdrawal resistance.
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12 Refer to FBC HVHZ 1521 for requirements and limitations regarding recover installations. For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the existing deck
or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any surface conditions exist that bring system performance into question, field uplift testing shall be conducted on
mock-ups of the proposed new roof assembly. For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall be capable of resisting project design pressures
on its own merit to the satisfaction of the Authority Having Jurisdiction, as documented through field uplift testing in accordance with Testing Application Standard TAS 124.

12A  Reference to “Existing gravel-surfaced asphaltic built-up roof, brushed / spudded and vacuumed to
remove loose gravel” in Table 7A is intended to convey an as-tested condition whereby any loose-gravel
that does not remain embedded in the asphalt flood coat after brushing and/or spudding be removed.
The gravel that remains embedded in the asphalt flood coat remains.

13 For Structural Concrete Deck or Recover Applications using System Type C-1 the base insulation layer is optional and for System Type C-2, D-1 or D-2, the insulation is optional. Alternatively, an FBC HVHZ Approved
insulation board or coverboard may be used as a separation layer. Board products shall be preliminarily attached prior to roof cover installation (Note 17). The separator component shall be documented as meeting
FBC HVHZ 1516 and, for foam plastic, FBC Chapter 26, when installed with the roof cover in Recover applications.

14  Lightweight insulating concrete (LWIC) shall be cast in accordance with FBC Section 1917 to the satisfaction of the Authority Having Jurisdiction. For systems where specific LWIC is referenced, refer to current LWIC
FBC HVHZ Product Approval for specific deck construction and limitations. Unless otherwise noted, for systems where specific LWIC is not referenced, the minimum design mix shall be 300 psi. In all cases, the
minimum top-coat thickness is 2-inches. For LWIC over structural concrete, reference is made to FBC Section 1917.4.1, Point 1.

14A  For “pre-existent” LWIC references, listings were established through testing over lightweight concrete cast using only foaming agent (ASTM C896), water and Portland cement (ASTM C150), with no proprietary
additives, in accordance with procedures adopted by Miami-Dade BCCO (FBC CER1592). Use of these listings in new construction or re-roof (tear-off) applications is at the discretion of the Designer or Record and
Authority Having Jurisdiction.
As a field QA measure of the pre-existent cellular lightweight concrete:
» Compressive strength testing shall be conducted in accordance with ASTM €513 and shall yield an average result as per the system listing.
» Field withdrawal resistance testing in accordance with Note 11 shall yield an average result as per the system listing.
» If question exists as to wind uplift performance of the pre-existent cellular lightweight concrete, or adhesion to the LWC surface, field uplift testing in accordance with Note 12 is recommended.
All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction
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MEMBRANE / ADHESIVE COMBINATIONS
REFERENCE LAYER MATERIAL APPLICATION
BP-CAL Base Ply or Ply: | BURmastic Glass Ply, BURmastic Glass Ply — 28 Ib, BURmastic Composite Ply HT, BURmastic Composite Ply Premium, BURmastic Composite Ply HT Green
Cap Ply: | BURmastic Glass Ply, BURmastic Glass Ply — 28 Ib, BURmastic Composite Ply HT, BURmastic Composite Ply Premium, BURmastic Composite Ply HT Green POWERply Standard Cold
Base Ply or Ply: POWERply Endure 300 Smooth, POWERply Endure 320 Smooth, POWERply Standard Smooth, POWERply Endure 100 Smooth, POWERply Heavy Duty Base, Adhesive or BURmastic
SBS-CAL POWERply Endure 200 Smooth Adhesive at full-coverage,
Cap Ply: POWERply Standard Smooth, POWERply Heavy Duty Base, POWERply Endure 300 FR, POWERply Endure 320 FR, POWERply Standard, POWERply Standard FR, 1.5-2.0 gal/square
POWERply Standard FR GT24C, POWERply Endure 100 FR, POWERply 3GR, POWERply Endure 200 FR
Tremco LR Adhesive
BP-CA4 Base Ply or Ply: | BURmastic Composite Ply HT, BURmastic Composite Ply Premium, BURmastic Composite Ply HT Green [LRA], ribbons spaced per
Tables
BP-CAS Base Ply or Ply: | One or more BURmastic Composite Ply HT, BURmastic Composite Ply Premium, BURmastic Composite Ply HT Green
Cap Ply: | BURmastic Composite Ply HT, BURmastic Composite Ply Premium, BURmastic Composite Ply HT Green
Base Ply or Ply: One or more POWERply Endure 300 Smooth, POWERply Endure 320 Smooth, POWERply Standard Smooth, POWERply Endure 100 Smooth, POWERply Heavy POWE'RpIy Endure BIO
Duty Base, POWERply 2PM, POWERply Endure 200 Smooth Adhesive TF at full-
SBS-CA5 Cap Ply: POWERply Standard Smooth, POWERply Heavy Duty Base, POWERply Endure 300 FR, POWERply Endure 320 FR, POWERply Standard, POWERply Standard FR, coverage, 2.0 gal/square
POWERply Standard FR GT24C, POWERply Endure 100 FR, POWERply 3GR, POWERply Endure 200 FR
Note: | POWERply Endure BIO Adhesive TF shall not be utilized in combination with solvent-based, cold-process adhesives.
BP-CAG Base Ply or Ply: | BURmastic Glass Ply, BURmastic Glass Ply — 28 Ib, BURmastic Composite Ply HT, BURmastic Composite Ply Premium, BURmastic Composite Ply HT Green
Cap Ply: | BURmastic Glass Ply, BURmastic Glass Ply — 28 Ib, BURmastic Composite Ply HT, BURmastic Composite Ply Premium, BURmastic Composite Ply HT Green BURmastic Adhesive MC
Base Ply or Ply: POWERply Endure 300 Smooth, POWERply Endure 320 Smooth, POWERply Standard Smooth, POWERply Endure 100 Smooth, POWERply Heavy Duty Base, at full-coverage, 2.0
SBS-CAG POWERply 2PM, POWERply Endure 200 Smooth gal/square
Cap Ply: POWERply Standard Smooth, POWERply Heavy Duty Base, POWERply Endure 300 FR, POWERply Endure 320 FR, POWERply Standard, POWERply Standard FR,
POWERply Endure 100 FR, POWERply 3GR, POWERply Endure 200 FR
One or more BURmastic Glass Ply, BURmastic Glass Ply — 28 |b, THERMglass Type IV, THERMglass Premium VI, BURmastic Composite Ply HT, BURmastic
BP-AA Base Ply or Ply: Composite Ply Premium, BURmastic Composite Ply HT Green
Cap Ply: | BURmastic Composite Ply HT, BURmastic Composite Ply Premium, BURmastic Composite Ply HT Green Hot asphalt at 20-40
Base Ply or Ply: One or more POWERply Endure 300 Smooth, POWERply Endure 320 Smooth, POWERply Standard Smooth, POWERply Endure 100 Smooth, POWERply Heavy Ibs/square
S Duty Base, POWERply 2PM, POWERply Endure 200 Smooth
Cap Ply: POWERply Standard Smooth, POWERply Heavy Duty Base, POWERply Endure 300 FR, POWERply Endure 320 FR, POWERply Standard, POWERply Standard FR,
POWERply Standard FR GT24C, POWERply Endure 100 FR, POWERply 3GR, POWERply Endure 200 FR
One or more BURmastic Glass Ply, BURmastic Glass Ply — 28 |b, THERMglass Type IV, THERMglass Premium VI, BURmastic Composite Ply HT, BURmastic
BP-SEBS Base Ply or Ply: X R X .
Composite Ply Premium, BURmastic Composite Ply HT Green
Base Ply or Ply: One or more POWERply Endure 300 Smooth, POWERply Endure 320 Smooth, POWERply Standard Smooth, POWERply Endure 100 Smooth, POWERply Heavy THERMastic 80 at 25-30
SBS-SEBS Duty Base, POWERply 2PM, POWERply Endure 200 Smooth Ibs/square
Cap Ply: POWERply Standard Smooth, POWERply Heavy Duty Base, POWERply Endure 300 FR, POWERply Endure 320 FR, POWERply Standard, POWERply Standard FR,
POWERply Standard FR GT24C, POWERply Endure 100 FR, POWERply 3GR, POWERply Endure 200 FR
e Base Ply or Ply: | One or more POWERply SBS Base HW, POWERply Standard Smooth HW
Cap Ply: | POWERply SBS Deluxe HW, POWERply Standard FR HW )
Base Ply or Ply: | One or more POWERply APP Base Sheet, POWERply APP Smooth Torch-Applied
APP-TA Cap Ply: | POWERply APP Smooth, POWERply APP FR
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15A  Unless otherwise noted, side-laps in PowerFAST systems are sealed as follows. The adhesive is applied over the seam-plate row and troweled to an even film thickness over the entire lap area.

POWERFAST SIDE LAPS
ADHESIVE RATE
POWERply Endure BIO Adhesive TF 75 lineal feet / gallon
Tremco LF Adhesive 26 lineal feet / 1.5 liter cartridge

15B  For Base Ply applications BP-CAS and BP-CA6, substrates of Structodek HD with Primed Red Coating, DensDeck, DensDeck Prime, DEXcell FA Glass Mat Roof Board and SECUROCK Gypsum-Fiber Roof Board may be
primed with DETEC “TruGround Conductive Primer” prior to Base Ply installation.

15C  The following surfacings may be applied to the Cap Ply without adverse effect on the system wind load performance. Refer to current Florida Product Approval for approved roof coatings and the Roofing Materials
Directory for fire ratings associated with coating usage. Note: Tremco CPG requires use of an FBC Approved Tremco CPG roof coating over smooth surface Cap Ply membranes. Solvent-based and 1-part urethane
type coatings are not permitted for installation over systems involving POWERply Endure BIO Adhesive TF. Consult Tremco CPG for all compatibility limitations.

SURFCING OPTIONS FOR TREMCO CPG MODIFIED BITUMEN ROOF SYSTEMS

OPTION # SURFACING FBC FiLE OR NOA

SURF-1. Alumanation 101, Alumanation 201 or Alumanation 301 at 2.0 to 2.5 gal/square 25-0103.02

SURF-2. Flood coat of hot asphalt or THERMastic 80 at 60 Ibs/square followed by embedded gravel at 400 lbs/square 25-0103.02

SURF-3. Flood coat of BURmastic Adhesive or POWERply Standard Cold Adhesive at 4 to 5 gal/square followed by embedded gravel at 400 Ibs/square 25-0103.02

SURF-4. Flood coat of Rock-It Adhesive or Rock-It Adhesive WB at 5 gal/square followed by aggregate stone at 200 Ibs/square 25-0103.02

SURF-5. ICE Coating at 4 to 5 gal/square 25-0103.02

SURF-6. Geogard Base Coat or Geogard LO Base Coat followed by Geogard Finish Coat 24-0212.03

SURF-7. Solargard 6083, Solargard 4083, Solargard 2083, TremPro Elastomeric 2400 Roof Coating or TremPro Elastomeric 2200 24-0422.02

SURF-8. Tremlastic S at 4 to 5 gal/square 25-0103.02
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16 Thermal Barrier and/or Vapor Barrier Options:

16A  Steel Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.

VAPOR BARRIER OPTIONS; STRUCTURAL CONCRETE DECK; FOLLOWED BY ADHESIVE-APPLIED INSULATION
VAPOR BARRIER ADHESIVE PER TABLE 2A
OPTION # PRIMER — MDP (psf)
TYPE APPLICATION (NOTES 6,7,8)
S-VB-1. (Optional) Tremco AVC Membrane Primer or AVC Membrane Primer (WB) Tremco AVC Max Self-adhering LRFIA, LRFIA(BG) or PSFA, 6-inch o.c. -90.0
16B  Structural Concrete Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.
VAPOR BARRIER OPTIONS; STRUCTURAL CONCRETE DECK; FOLLOWED BY ADHESIVE-APPLIED INSULATION
VAPOR BARRIER ADHESIVE PER TABLE 3A
OPTION # PRIMER P— MDP (psf)
TYPE APPLICATION NOTES 6,7,8
C-VB-1. Tremco AVC Primer Tremco AVC Membrane Self-adhering LRFIA or LRFIA(BG) -150.0
Tremco AVC Membrane Primer or i
C-VB-2. Tremco AVC Membrane Primer (WB) Tremco AVC Max Self-adhering LRFIA or LRFIA(BG) -150.0
C-VB-3. ASTM D41 THERMglas IV, THERMglas Premium VI hot asphalt hot asphalt -225.0
BUR i ite Ply HT, BUR| i ite PI BUR ic Adhesive MC at 2
CVB-A. None U rr?astlc Compos!te y )| URmastic Composite Ply URmastic Adhesive at LRFIA or LRFIA(BG) 250.0
Premium, BURmastic Composite Ply HT Green gal/square
BURmastic Composite Ply HT, BURmastic Composite Ply .
C-VB-S. None Premium, BURmastic Composite Ply HT Green or _':SZ‘{EZRF’;‘I’/SE”:::: BIO Adhesive | oeia or LRFIA(BG) 2625
POWERply Heavy Duty Base Sheet gal/sq
POWERply Standard Smooth, POWERply Endure 100 POWERply Endure BIO Adhesive
CVB-6. None Smooth, POWERply Endure 200 Smooth TF at 2 gal/sq. LRFIA or LRFIA(BG) 292:5
C-VB-7. TREMprime WB Primer POWERply Standard Smooth HW Torch-applied LRFIA or LRFIA(BG) -345.0

16C  For System Types B-1, B-2, C-1, C-2, D-1 or Type D-2, an optional thermal barrier and/or Tremco AVC Membrane or Tremco AVC Max (self-adhering) may be installed atop the roof deck prior to installation of the insulation and
roof cover. Refer to FM Loss Prevention Data Sheet 1-29 for design and installation recommendations and limitations.
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17  Inuslation Attachment:

17A  Unless otherwise noted, insulation may be any one layer or combination of FBC Approved (Local or Statewide) board(s) that meet FBC HVHZ 1516 and, for foam plastic, FBC Chapter 26, when installed with the roof
cover.

17B  For System Types B-1, C-1 or C-2, optional one or more layer(s) of FBC Approved board-stock roof insulation may be installed atop the substrate prior to mechanical attachment of the subsequent top layer, with no
adverse effect on the MDP performance limitation.

17C  Preliminary insulation attachment: Unless otherwise noted, use FBC HVHZ Approved roofing fasteners and plates minimum four fasteners per 4 x 8 ft board or minimum two fasteners per 4 x 4 ft board.

17D  Unless otherwise noted, insulation or coverboard attachment patterns for Type B-1, Type B-2, Type C-1 and C-2 systems are as outlined below.

INSULATION ATTACHMENT PATTERNS — 4X4 FT BOARDS
=12-in.~—24-in. 6-in,~——=-18-in. - 6-in. 6-in.~ -~ 18-in. - 6-in.
12-in. i 6-in
{ 18-in.
X ' 24-in,
24-in i
18-in. !
' 6-in.
i _ \ g
12-in. 6-in.
' i 6-in.
1 per 4.0 ft2 (4 per board) 1 per 3.2 ft2 (5 per board) 1 per 2.7 ft2 (6 per board)
6-in. - - 18-in. - 6-in. 6-in+—18-in.— 6-in. 6-in. - -~ 18-in. - 6-in.
I}
T [ 1 I}
‘ ! I |
6. 12'|n. 12-.
! 18-in. : -in.
12-in. S
f ! 24-in. 12-in.
12-in. |
' 18-in. |
6-in. t S 12-in.
| ; 12-in. ) :
6-in. ,I 6-in.
-12-in.- 6-in. i i
1 per 2.0 ft2 (8 per board) 1 per 1.8 ft2 (9 per board) 1 per 1.6 ft2 (10 per board)
6-in. = == 18-in. - 6-in. 6-in. - -~ 18-in. - 6-in. 6-in. -~ -12-in.- 6-in.
24-in, 12-in. 12-n. 12-in.
' 12-in 12:|n- 12:”’1
I 12-in. N
12-in. . . 12n.
! | 6-in. [ 6-in.
6-in T T i | | | L
i ~-18-in.———6-in. =12-in.~——6-in.
1 per 1.45 ft2 (11 per board) 1 per 1.3 ft2 (12 per board) 1 per 1.0 ft2 (16 per board)
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INSULATION ATTACHMENT PATTERNS — 4X8 FT BOARDS
-12-in.[- 12-in.4-——12-in [~ GHin. = 6-in. 6ein. - - 18-in. -
12-in. 12in 12-in 12-in. 12-in. &in
i 7 SR E— ) ! i i 18-in.
12-in 18-in.
24-in. ' 24-in in 24-in.
12-in | ! 18-in.
511 i 18-in. |
24-in. 24in 24-in 24-in. 12‘-|n.
| 18-in. |
: ! ! 18-in.
12-in. 24-in ) 24-in.
24-in. ; 18;in. ,
12-in. 1 : : 18-in.
! : 12-in 12-in. 12-in. !
. . | 6-in.
12-in, 12-in. | ? | + | !
| | - 24-in. - - 24-in. - =12-in.- 24-in.
1 per 4.0 ft2 (8 per board) 1 per 3.2 ft2 (10 per board) 1 per 2.7 ft2 (12 per board) 1 per 2.13 ft2 (15 per board) 1 per 2.0 ft2 (16 per board)
-~ 6-in. 6-in.{-—-—18-in.~+-—6-in. 6-in+—12-in.|12-in.- 6-in. ] 6-in. = -{12-in.~-
| i | - | L | | ) :
6-in. f 6-in. 12 6-in. 6-in.
' 18-in. | T 12%in 12-in.
18-in. 184in i . | 14
H I : 12-in o P
| 124in | | ! 12-in. 127in.
) : 12-in I !
18-in. 18-in ! 12-in. 12-in.
{ 18:in | 12-in i i
12-in. ) 12%in ! 12-in. 12-in.
i | 12-in i 1
) 18-in | ! 12-in. 12-in.
18;in. ‘ 18:in 12-in \ —
L | | 12-in. 12-in.
18-in il | 12:in : i
' ! 18:in ! 12-in. 12:in.
6-in. 18:n I 1in 6-in. [ 6ein.
f | 6-in. [ i 3
24-in. i -12-in.-—24-in.— -—24-in. -12-in.- = 6-in.
1 per 1.8 ft2 (18 per board) 1 per 1.6 ft2 (20 per board) 1 per 1.45 ft2 (22 per board) 1 per 1.3 ft2 (24 per board) 1 per 1.0 ft2 (32 per board)
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18 The following products are interchangeable within the scope of this PEER:

ACCEPTABLE ALTERNATES
ALTERNATE
SUB-CATEGORY By LISTED PRODUCT HEREIN PRODUCT FBC FiLE OR NOA
Tremco Low Rise Green Foam Insulation Adhesive N/A
Tremco Low Rise Foam Insulation Adhesive Millennium One Step Foamable Adhesive
Adhesives Tremco CPG Millennium One Step Green Foamable Adhesive 25-0908.08
Tremco Low Rise Foam Insulation Adhesive (BG) Millennium PG-1 Pump Grade Adhesive
Tremco LR Adhesive Millennium PG-1 Pump Grade Adhesive
Tremco #12 DP Fastener Trufast #12 DP
Tremco #14 HD Fastener Trufast #14 HD
Tremco #15 EHD Fastener Trufast #15 EHD
Tremco FM-90 Base Sheet Fastener Trufast FM-90 Base Sheet Fastener 25.0129.08
Tremco Twin Loc-Nail Assembled Fastener Trufast Twin Loc-Nail Assembled Fastener
. Tremco 2” Barbed Seam Plate Trufast 2” Barbed Metal Seam Plate
E:s?tz:irs Tremco CPG Tremco 2.4” Barbed Seam Plate Trufast 2.4” Scoop Seam Plate
Tremco 3” Metal Insulation Plate Trufast 3” Metal Insulation Plate
Tremco #1211 Fastener OMG #12 Standard
Tremco #1410 Fastener OMG #14 Heavy Duty
Tremco #1510 XHD Fastener OMG XHD Fastener 24-0627.03
Tremco Disc 3 in. Steel Stress Plate OMG 3 in. Galvalume Steel Plate
Tremco Disc Ribbed 3 in. Steel Stress Plate OMG 3 in. Ribbed Galvalume Plate
Trisotech G ACFoam Il
- 24-1120.02
Roofing Tremco CPG Trisotech CGF ACFoam Il
Insulation Trisotech ENRGY 3 24-0610.04
gjggilr:Pauflc DensDeck Prime DensDeck StormX Prime Roof Board 22-1223.04

NEmoO | etc.e

19  “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads. Refer to FBC (HVHZ) 1620 and Roofing Application Standard RAS 128 for determination of design
wind loads. (Notes 9 and 10)
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
S Deck Fastener Attach Attach o
No- {Note 1) Type (Note 11) (Note 17) Type (Notes 6,7,8) L Ply Cap Ply of
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD AHESIVE APPLIED BASE PLY:
Min. 19/32-inch Ziinch TrISOtECh G, Trisotech Additional Insulation Layer(s):
CGF, Trisotech, Tremco #15 EHD - N ; - . .
CDX plywood; i , (Optional) Min. 1-inch base insulation (Optional) One or
\ . EnergyGuard Polyiso Fastener with 1 per2.0 ) . LRFIA or BP-CA1 or SBS- BP-CAl or
W-1 24” span; 8d ring Insulati ” ) Coverboard: Min. 0.5-inch DensDeck more BP-CA1 or ) -52.5
shank nails, 6” nsulation, ISOGARD G, Tremco 3" Metal ft Prime or SECUROCK Gypsum-Fiber LRFIA(BG) <G SBS-CA1 SBS-CAL
’ ISOGARD CG, Multi-Max Insulation Plate
o.c. Roof Board
FA3
Additional Insulation Layer(s): (Optional)
Min. 1-inch Trisotech G, Trisotech CGF, Additional
Min. 19/32-inch 2-inch Trisotech G, Trisotech EnergyGuard Polyiso Insulation, Trisotech, | Layer(s):
CDX plywood: CGF, Trisotech, Tremco #15 EHD H-Shield, ISOGARD GL, Multi-Max FA3, LRFIA or (Optional) One or
o 24” span; 8d ;ing EnergyGuard Polyiso Fastener with 1per2.0 | ISOGARD CG, UItraMax or Styrofoam LRFIA(BG) BP-CA1 or SBS- more BP-CA1 or BP-CA1 or 5p5
<hank nagls s Insulation, ISOGARD GL, Tremco 3” Metal ft2 Brand Roofmate, Highload 60 or Coverboard: CA1 SBS-CAL SBS-CA1
4 ISOGARD CG, Multi-Max Insulation Plate Plazamate LRFIA or
o.c FA3 Coverboard: Min. 1-inch MonoBoard Plus LRFIA(BG), 6-
(no extrapolation permitted for ribbon inch o.c.
attachment)
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
. . 2-inch Trisotech G, Trisotech
?;ADI;;?/\/N?’;;I;Ch CGF, Trisotech, Tremco #15 EHD Additional Insulation Layer(s): (Optional) One BP-CAL, BP-
W-3 24” span; 8d t”ing EnergyGuard Polyiso with Tremco 3” 1 per 2.0 | (Optional) Min. 1-inch base insulation LRFIA or BP-CA6 or SBS- or more BP-CA1, CA6, SBS- 525
shank na;Is 6 Insulation, ISOGARD GL, Metal Insulation ft2 Coverboard: Min. 0.125-inch LRFIA(BG) CA6 BP-CA6, SBS-CA1 | CAl or SBS-
o ’ ISOGARD CG, Multi-Max Plate TremBoard AC or SBS-CA6 CA6
- FA3
. ) 2-inch Trisotech G, Trisotech . . .
?:A[;;'plli\/lvsjogm CGF, Trisotech, Tremco #15 EHD ?gsglt;?]r::)l L;}I?:.lzj‘lt-lizr;ﬁ)\;igsi:{suIation (Optional) One BP-CA1, BP-
W-a 24” span; 8d ;ing EnergyGuard Polyiso with Tremco 3” 1 per2.0 Coverboard: Min. 0.5-inch DensDeck LRFIA or BP-CA6 or SBS- or more BP-CA1, CA®6, SBS- -60.0
shank na;ls 6 Insulation, ISOGARD GL, Metal Insulation ft? m(':u RO'CK' Gypsum-Fiber LRFIA(BG) CA6 BP-CA6, SBS-CA1 | CA1 or SBS-
! ISOGARD CG, Multi-Max Plate or SBS-CA6 CA6
o.c. Roof Board
FA3
Additional Insulation Layer(s): (Optional)
Min. 1-inch Trisotech G, Trisotech CGF, Additional
Min. 19/32-inch 2-inch Trisotech G, Trisotech EnergyGuard Polyiso Insulation, Trisotech, | Layer(s):
CDX plywood: CGF, Trisotech, Tremco #15 EHD H-Shield, ISOGARD GL, Multi-Max FA3, LRFIA or (Optional) One or BP-CAL BP-
W5 24” span: 84 ;ing EnergyGuard Polyiso Fastener with 1per2.0 | ISOGARD CG, UltraMax or Styrofoam LRFIA(BG) BP-CA6 or SBS- more BP-CAL, BP- | - 55'5» AL -60.0%
hank fls e Insulation, ISOGARD GL, Tremco 3” Metal ft2 Brand Roofmate, Highload 60 or Coverboard: CA6 CA6, SBS-CA1 or or S'B A6
shanknats, ISOGARD CG, Multi-Max Insulation Plate Plazamate LRFIA or SBS-CAG
o.C. FA3 Coverboard: Min. 1-inch MonoBoard Plus LRFIA(BG), 6-
(no extrapolation permitted for ribbon inch o.c.
attachment)
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck F e e MDP
No. (Note 1) T GRS ac T ac Base PI Pl Pl sf
ype (Note 11) (Note 17) ype (Notes 6,7,8) ase Fly Y Cap Ply
Min. 19/32-inch Ziinch TrISOtECh G, Trisotech Additional Insulation Layer(s):
CGF, Trisotech, Tremco #15 EHD - N ; N . )
CDX plywood; . . ” (Optional) Min. 1-inch base insulation LRFIA or (Optional) One
VY EnergyGuard Polyiso with Tremco 3 1per1.0 . . BP-CAG6 or SBS- BP-CA6 or
W-6 24” span; #10 ) ) Coverboard: Min. 0.5-inch DensDeck LRFIA(BG), 6- or more BP-CA6 -82.5
wood screws, 6 Insulation, ISOGARD GL, Metal Insulation ft? Prime or SECUROCK G Fib inch o.c CA6 or SBS-CAG SBS-CA6
’ ISOGARD CG, Multi-Max Plate rime or ypsum-riber g
o.c. Roof Board
FA3
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Additional Insulation Layer(s):
Min. 19/32-inch (Optional) Min.. 1.5-inch .base insulation optional) POWERply
(new) or min. Coverboard: Min. 0.125-inch POWERply Endure PO‘:NI:R;Iy Endure Endure 100,
15/,32_-'nCh Min. 1.5-inch Trisotech or Note 2 (min. #14 1 per2.0 TremBoardAC, min. 0.?5—|nch LRFIA or 100, 200, 309 or 100, 200, 300 or 200, 30.0 or
W-7 (existing) plywood Trisotech G fasteners onl ) 2 DenDeck, DensDeck Prime, DEXcell FA LRFIA(BG) 320 Smooth in 320 Smooth in 320FRin -45.0*
at max. 24” span; Y Glass Mat Roof Board or SECUROCK POWERply Endur POWERDlY Endur POWERply
8d ring shank nails, : : BIO Adhesive TF ply Endur BIO
& , Gypsum-Fiber Roof Board or min. 0.5- BIO Adhesive TF Adhesive TF
o inch Structodek HD with Primed Red esive
Coating
. . 2-inch Trisotech G, Trisotech
L\:/I[;r;( 1|9\/N?>02(—)|(;1‘ch CGF, Trisotech, Tremco #15 EHD Additional Insulation Layer(s): (Optional) One
W-8 247 sp Zn' ad ;in EnergyGuard Polyiso with Tremco 3” 1per2.0 | (Optional) Min. 1-inch base insulation LRFIA or BP-CAS or SBS- orFr)‘nore BP-CAS BP-CAS or 525
Shanlfnagls o € | Insulation, ISOGARD GL, Metal Insulation f2 Coverboard: Min. 0.125-inch LRFIA(BG) CAS Jbins SBS-CAS :
! ISOGARD CG, Multi-Max Plate TremBoard AC
o.c.
FA3
Min. 19/32-inch Zinch T”SOtECh G, Trisotech Additional Insulation Layer(s):
CDX plywood; CGF, Trisotech, Tryico #15 EHD (Optional) Min. 1-inch base insulation (Optional) One
V) ply . EnergyGuard Polyiso with Tremco 3” 1per2.0 £ ; . LRFIA or BP-CAS or SBS- P BP-CAS or
W-9 24" span; 8d ring . . ) Coverboard: Min. 0.5-inch DensDeck or more BP-CA5 -60.0
shank nails. 6 Insulation, ISOGARD GL, Metal Insulation ft 7P - SECUROCK G Fib LRFIA(BG) CAS or SBS-CAS SBS-CA5
' ISOGARD CG, Multi-Max Plate rime or ypsum-Hiber
o.c. Roof Board
FA3
Additional Insulation Layer(s): (Optional)
Min. 1-inch Trisotech G, Trisotech CGF, Additional
Min. 19/32-inch 2-inch Trisotech G, Trisotech EnergyGuard Polyiso Insulation, Trisotech, | Layer(s):
’ CGF, Trisotech, Tremco #15 EHD H-Shield, ISOGARD GL, Multi-Max FA3, LRFIA or .
CDX plywood; d Polyi ith ISOGARD CG, UltraMax o Styrof LRFIA(BG (Optional) One or
— 24" span: 8d ring EnergyGuard Polyiso Fastener wit 1 per2.0 » UltraMax or Styrofoam (BG) SBS-CAS more BP-CAS or BP-CAS5 or 60.0*
shank nagls e Insulation, ISOGARD GL, Tremco 3” Metal ft2 Brand Roofmate, Highload 60 or Coverboard: SBS-CAS SBS-CAS )
’ ISOGARD CG, Multi-Max Insulation Plate Plazamate LRFIA or
o.C. FA3 Coverboard: Min. 1-inch MonoBoard (no LRFIA(BG), 6-
extrapolation permitted for ribbon inch o.c.
attachment)
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck F e e MDP
No. (Note 1) Type astener ac Type ac Base PI PI Cap PI (psf)
yp (Note 11) (Note 17) yp (Notes 6,7,8) v Y PFY
Additional Insulation Layer(s): (Optional)
Min. 1-inch Trisotech G, Trisotech CGF, Additional
Min. 19/32-inch 2-inch Trisotech G, Trisotech EnergyGuard Polyiso Insulation, Trisotech, | Layer(s):
CDX. lvwood: CGF, Trisotech, Tremco #15 EHD H-Shield, ISOGARD GL, Multi-Max FA3, LRFIA or Optional O
W-11 247 sp Zn' 3d ;in EnergyGuard Polyiso Fastener with 1per2.0 | ISOGARD CG, UltraMax or Styrofoam LRFIA(BG) BP-CAS or SBS- En:réog:—ziA;Zror BP-CAS or -60.0%
shanlfnagls 6 & Insulation, ISOGARD GL, Tremco 3” Metal ft2 Brand Roofmate, Highload 60 or Coverboard: CAS b A SBS-CAS .
! ISOGARD CG, Multi-Max Insulation Plate Plazamate LRFIA or
o.c. FA3 Coverboard: Min. 1-inch MonoBoard Plus LRFIA(BG), 6-
(no extrapolation permitted for ribbon inch o.c.
attachment)
Min. 19/32-inch Zinch T.”SOtECh G, Trisotech Additional Insulation Layer(s):
CGF, Trisotech, Tremco #15 EHD - X . - . .
CDX plywood; . . ” (Optional) Min. 1-inch base insulation LRFIA or (Optional) One
\ EnergyGuard Polyiso with Tremco 3 1perl.0 ) ) BP-CAS5 or SBS- BP-CAS or
W-12 24" span; #10 . . ) Coverboard: Min. 0.5-inch DensDeck LRFIA(BG), 6- or more BP-CA5 -82.5
wood screws, 67 | Insulation, ISOGARD Gl, Metal Insulation k Prime or SECUROCK Gypsum-Fiber inch o.c A or SBS-CAS SBSCAS
' ISOGARD CG, Multi-Max Plate P -
o.c. Roof Board
FA3
HOT-ASPHALT-APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional)
Min. 1-inch Trisotech G, Trisotech CGF, Additional
Min. 19/32-inch 2-inch Trisotech G, Trisotech EnergyGuard Polyiso Insulation, Trisotech, | Layer(s):
CDX. lywood: CGF, Trisotech, Tremco #15 EHD H-Shield, ISOGARD GL, Multi-Max FA3, LRFIA or (Optional) One or BP-CA1, BP-
W-13 20" sp Zn' 3d ;in EnergyGuard Polyiso Fastener with 1 per2.0 | ISOGARD CG, UltraMax or Styrofoam LRFIA(BG) BP-AA SES-AA more BP-CA1, BP- | AA, SBS-CA1, 60.0%
Shanlf nagls 6 € | Insulation, ISOGARD GL, Tremco 3” Metal ft? Brand Roofmate, Highload 60 or Coverboard: ’ AA, SBS-CA1, SBS- | SBS-AAor ’
’ ISOGARD CG, Multi-Max Insulation Plate Plazamate LRFIA or AA or APP-TA APP-TA
o.c FA3 Coverboard: Min. 1-inch MonoBoard Plus LRFIA(BG), 6-
(no extrapolation permitted for ribbon inch o.c.
attachment)
Additional Insulation Layer(s):
Min. 19/32-inch (Optional) Min. 1.5-inch base insulation
i Coverboard: Min. 0.125-inch
(123\;\/2) o r:ln. TrL:lmBoard AC Ior min. 0 I25-inch (Optional) One or | BP-CAL, BP-
Sene Min. 1.5-inch Trisotech or Note 2 (min. #14 | 1 per 2.0 - more BP-CA1, BP- | AA, SBS-CAL,
W-14 (existing) plywood . ) DenDeck, DensDeck Prime, DEXcell FA Hot asphalt BP-AA, SBS-AA -60.0
247 span: Trisotech G fasteners only) ft AA, SBS-CA1, SBS- | SBS-AAor
at max. pan; Glass Mat Roof Board or SECUROCK
8d ring shank nails . . AA or APP-TA APP-TA
p” ¢ Gypsum-Fiber Roof Board or min. . 0.5-
o inch Structodek HD with Primed Red
Coating
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck F e e MDP
No. (Note 1) Type astener ac Type ac Base PI PI Cap PI (psf)
yp (Note 11) (Note 17) yp (Notes 6,7,8) v Y PFY
Min. 19/32-inch
(new) or min. (Optional) O CAl
p Additi T lation L. : ptional) One or BP-CA1, BP-
15/_32, inch Min. 1.5-inch Trisotech or Note 2 (min. #14 1 per2.0 I. lona n.su 2 |or.1 ayer(s) . . more BP-CA1, BP- | AA, SBS-CA1,
W-15 (existing) plywood . - (Optional) Min. 1.5-inch base insulation | Hot asphalt BP-AA, SBS-AA -60.0*
" . Trisotech G fasteners only) ft2 ) . AA, SBS-CA1, SBS- | SBS-AAor
at max. 24” span; Coverboard: Min. 1-inch MonoBoard Plus AA or APP-TA APP-TA
8d ring shank nails,
6” o.c.
SEBS-APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional)
Min. 1-inch Trisotech G, Trisotech CGF, Additional
Min. 19/32-inch 2-inch Trisotech G, Trisotech EnergyGuard Polyiso Insulation, Trisotech, | Layer(s):
CDX. vwood: CGF, Trisotech, Tremco #15 EHD H-Shield, ISOGARD GL, Multi-Max FA3, LRFIA or
e 207 sp Zn. ad ;in EnergyGuard Polyiso Fastener with 1per2.0 | ISOGARD CG, UltraMax or Styrofoam LRFIA(BG) BP-SEBS, SBS- (Optional) BP- SBS-SEBS -60.0%
shanlf A € | Insulation, ISOGARD GL, Tremco 3” Metal ft2 Brand Roofmate, Highload 60 or Coverboard: | SEBS SEBS, SBS-SEBS :
! ISOGARD CG, Multi-Max Insulation Plate Plazamate LRFIA or
o.c. FA3 Coverboard: Min. 1-inch MonoBoard Plus | LRFIA(BG), 6-
(no extrapolation permitted for ribbon inch o.c.
attachment)
Additional Insulation Layer(s):
Min. 19/32-inch (Optional) Min. 1.5-inch base insulation
(new) or min. Coverboard: Min. 0.125-inch
15/32-inch . . . . TremBoard AC or min. 0.25-inch .
Min. 1.5-inch Trisotech or Note 2 (min. #14 1 per2.0 BP-SEBS, SBS- Optional) BP-
W-17. | (existing) plywood | 1% -2 ﬁ]érs oniy) & b, DenDeck, DensDeck Prime, DEXcell FA | Hotasphalt | oo (SESS' SBS)_SEBS SBS-SEBS -60.0
at max. 24” span; Y Glass Mat Roof Board or SECUROCK ’
2? ring shank nails, Gypsum-Fiber Roof Board or min. . 0.5-
o inch Structodek HD with Primed Red
Coating
Min. 19/32-inch
(new) or min.
15/32-inch . . . . Additional Insulation Layer(s): .
W-18 (existing) plywood !I\'/ll'::)tléfh”é(:h Trisotech or %é:gﬁ? 1 p:trZZ.O (Optional) Min. 1.5-inch base insulation | Hot asphalt SBE:SEBS’ SBS- (s(gggosn;sl)-sBEPés SBS-SEBS -60.0*
at max. 24” span; v Coverboard: Min. 1-inch MonoBoard Plus ’
8d ring shank nails,
6” o.c.
TORCH-APPLIED BASE PLY:
Min. 19/32-inch Additional Insulation Layer(s):
(1“9/‘;"2) or ’:'“ (Optional) Min. 1.5-inch base insulation
5/32-inc . . A . .
Min. 1.5-inch Trisotech or Note 2 (min. #14 1 per 2.0 : Min. 0.25-i LRFIA or Optional) APP- APP-TA, SBS-
W-19. | (existing) plywood | . Note2 per 2.0 | Coverboard: Min. 0.25-inch DensDeck App-TA, sBs-TA | (OPtional) -45.0
atmax. 24” span; | 1Tisotech G fasteners only) ft Prime, DEXcell FA Glass Mat Roof LRFIA(BG) TA, SBS-TA TA
8d ring shank nails, Board or SECUROCK Gypsum-Fiber
6” o.c. Roof Board
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NEmoO | etc.e
TABLE 1A: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck F e e MDP
No. (Note 1) T asienel ac T ac B Pl Pl Pl sf
ype (Note 11) (Note 17) ype (Notes 6,7,8) ase Fly Y Cap Ply
Tremco #15 EHD
Min. 19/32-inch 2-inch Trisotech G, Trisotech Fastener \,’,Vlth o ; .
(new) or min. CGF. Trisotech Tremco 3” Metal Additional Insulation Layer(s):
15/32-inch ! Do Insulation Plate (Optional) Min. 1-inch base insulation .
W-20. | (existing) plywood | CnergyGuard Polyiso orACE#15with | P20 | Coverboard: Min. 0.5-inch DensDeck | A Cf APP-TA, sBs-TA | (OPtional) AP | APP-TA, SBS- |
4" span: | Insulation, ISOGARD GL, ) ft P —— ) LRFIA(BG) TA, SBS-TA A
at max pan; ISOGARD CG. Multi-Max ACE 3” BE Prime or SECUROCK Gypsum-Fiber
8? ring shank nails, FA3 ! Insulation Plate Roof Board
6" o.c. or ACE 3 WW
Insulation Plate
Tremco #15 EHD
2-inch Trisotech G, Trisotech Fastener with
Min. 19/32-inch CGF. Trisotech ! Tremco 3” Metal Additional Insulation Layer(s):
CDX plywood; ! Lo Insulation Plate (Optional) Min. 1-inch base insulation LRFIA or )
E Pol . 1 1. 1) APP- APP-TA, SBS-
W-21. | 24” span; #10 nergyGuard Polyiso or ACE #15 with Per10 | - verboard: Min. 0.5-inch DensDeck | LRFIA(BG), 6- | APP-TA, sgs-Ta | (OPtional) S
wood screws. 6” Insulation, ISOGARD GL, ACE 3 BE ft2 Prime OREE SECUROCK G Fib inch o.c TA, SBS-TA TA
' ISOGARD CG, Multi-Max _ € OF ypsum-riber ©
o.c. FA3 Insulation Plate Roof Board
or ACE 3” WW
Insulation Plate

TABLE 1B: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

Thermal Barrier Insulation Layer(s) Roof Cover (Note 15)
System Deck P Vapor Barrier Y e MDP
No. Note 1 Type Fastener (Note 11 ac Note 15 Type Base PI Pl Cap Pl sf
(Note 1) 0 (Note 11) Note 17 (Note 15) vp Notealo718) y y pPly | (psf)
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
. ‘ Dekfast DE-#14-PH3 with In}sulahon Layer(s): One or more 'mm 1 mc.h TrISC.)tECh G
Min. 19/32-inch Min. 0.5-inch Dekfast PLT-R-3. T Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, (Optional)
(new) or min. 15/32- o nen g "N Base Ply: One | H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG, P
X - DensDeck Prime #14 Heavy Duty with . X One or BP-CA6
inch (existing) i 1per2.0 | ortwo plies, UltraMax or Styrofoam Brand Roofmate, Highload 60 or LRFIA or BP-CA6 or
W-22 » | orSECUROCK Tremco 3 in. Galvalume more BP- or SBS- -45.0*
plywood at max. 24 . ft? BP-CAS or SBS- | Plazamate LRFIA(BG) SBS-CA6
. Gypsum-Fiber Steel Plate or Tremco #14 . . . CAG6 or SBS- CA6
span; 8d ring shank . CAS Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK
I Roof Board HD Fastener with Tremco — = CA6
nails, 6” o.c. 37 Metal Insulation Plate Gypsum Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
Dekfast DF-#14-PH3 with Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 19/32-inch Dekfast PLT-R-3, Tremco Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, (Optional)
(new) or min. 15/32- Min. 0.5-inch #1410 Fastener with AVC Primer H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG, OnFi)e or BP-CAG
inch (existing) SECUROCK Tremco Disc 3 in. Steel 1per2.0 UltraMax or Styrofoam Brand Roofmate, Highload 60 or LRFIA or BP-CA6 or "
W-23 ” X followed by more BP- or SBS- -45.0
plywood at max. 24 Gypsum-Fiber Stress Plate or Tremco ft2 AVC Plazamate LRFIA(BG) SBS-CA6 CA6 or SBS- A6
span; 8d ring shank Roof Board #14 HD Fastener with Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK CAG
nails, 6” o.c. Tremco 3” Metal Gypsum Fiber Roof Board or SECUROCK Cement Roof
Insulation Plate Board or min. 7/16-inch DEXcell Cement Roof Board
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ PEER-TRM-006.B.R20 for FL20325-R22 (HVHZ)
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TABLE 18: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Thermal Barrier Insulation Layer(s) Roof Cover (Note 15)
System Deck JE— Vapor Barrier e MDP
No. (Note 1) Type Fastener (Note 11) ac (Note 15) Type Base Pl Pl Cap Pl (psf)
P (Note 17) b (Notes 6,7,8) Y Y b
Dekfast DF-#14-PH3 with Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 19/32-inch Min. 0.5-inch Dekfast PL'I-'—R—3_ T Wi Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, (Optional)
(new) or min. 15/32- | ' >=>rinen etas » fremeo Base Ply: One | H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG, ptiona
X I~ DensDeck Prime #14 Heavy Duty with . . LRFIA or One or BP-CA6
inch (existing) . 1per1.3 | ortwo plies, UltraMax or Styrofoam Brand Roofmate, Highload 60 or BP-CA6 or
W-24. ” or SECUROCK Tremco 3 in. Galvalume LRFIA(BG), 6- more BP- or SBS- -90.0
plywood at max. 24 . ft2 BP-CAS or SBS- | Plazamate . SBS-CA6
Gypsum-Fiber Steel Plate or Tremco #14 . . . inch o.c. CAG6 or SBS- CA6
span; #8 wood R CAS Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK
” Roof Board HD Fastener with Tremco P CA6
screws, 6” o.c. 37 Metal Insulation Plate Gypsum Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
X Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 19/32-inch Min. 0.5-inch th::z: E:T?;ip,ﬁz:é? Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, (Optional)
(new) or min. 15/32- - . - Base Ply: One H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG, p
X i~ DensDeck Prime #14 Heavy Duty with . . One or BP-CAS
inch (existing) g 1per2.0 | ortwo plies, UltraMax or Styrofoam Brand Roofmate, Highload 60 or LRFIA or BP-CAS or
W-25. ” or SECUROCK Tremco 3 in. Galvalume more BP- or SBS- -45.0*
plywood at max. 24 . ft2 BP-CAS or SBS- Plazamate LRFIA(BG) SBS-CA5
. Gypsum-Fiber Steel Plate or Tremco #14 . . . CAS or SBS- CAS
span; 8d ring shank R CAS Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK
I Roof Board HD Fastener with Tremco Y CAS
nails, 6” o.c. 37 Metal Insulation Plate Gypsum Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
. Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 19/32-inch get:as: E:T#éi P_an‘:”th Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, (Optional)
(new) or min. 15/32- | Min. 0.5-inch 14 oo Dt AVCPrimer | H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG, o Bp-CAS
inch (existing) SECUROCK eavy Duty wi 1 per 2.0 UltraMax or Styrofoam Brand Roofmate, Highload 60 or | LRFIA or BP-CASor | e Or -
W-26 P ) Tremco 3 in. Galvalume followed by more BP- or SBS- -45.0*
plywood at max. 24 Gypsum-Fiber Steel Plate or Tremco #14 ft2 AVC Plazamate LRFIA(BG) SBS-CA5 CAS or SBS- cAS
span; 8d ring shank Roof Board R Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK
= HD Fastener with Tremco —— 1 CAS
nails, 6” o.c. 37 Metal Insulation Plate Gypsum Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
: Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 19/32-inch Min. 0.5-inch Bet:asz Ef:#;:P:?::;wth Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, (Optional)
(new) or min. 15/32- | ' >7NCh e es d" Base Ply: One | H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG, ptiona
. - DensDeck Prime #14 Heavy Duty with . . LRFIA or One or BP-CAS
inch (existing) . 1per1.3 | ortwo plies, UltraMax or Styrofoam Brand Roofmate, Highload 60 or BP-CAS or
W-27 ” or SECUROCK Tremco 3 in. Galvalume LRFIA(BG), 6- more BP- or SBS- -90.0
plywood at max. 24 i ft2 BP-CAS5 or SBS- | Plazamate ) SBS-CAS
Gypsum-Fiber Steel Plate or Tremco #14 . . . inch o.c. CAS5 or SBS- CAS
span; #8 wood R CA5 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK
” Roof Board HD Fastener with Tremco - CA5
screws, 6” o.c. 37 Metal Insulation Plate Gypsum Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
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NEmoO | etc.e
TABLE 1c: WOOD DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15)
System Deck = Barri L e MDP
asten arrier ac acl
No. (Note 1) Type Attach Type Type Base PI Pl Cap PI sf
w (Note 11) (Note 15) P (Notes 6,7,8) b (Notes 6,7,8) v v Py
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
BURmastic Glass
Ply, BURmastic . .
Glass Ply—28 b, 12 ga. x 3/8-inch 9-inch o.c. at 2- Min. 1-inch Trisotech x;:&;{i:;?c
Min. 19/32-inch (new) BURmastic head diameter inch laps and 9- G, Trisotech CGF, . (Optional)
. R R . . SBS-CA6, . or min. 0.25-
or min. 15/32-inch Composite Ply HT, annular ring inch o.c. at Trisotech, X One or BP-CA6
- . Ny SBS-AA, . LRFIA or inch DensDeck LRFIA or BP-CA6 or
W-28. (existing) plywood at BURmastic shank roofing three (3), EnergyGuard Polyiso X more BP- or SBS- -45.0
” . . . SBS-SEBS or . . LRFIA(BG) Prime or LRFIA(BG) SBS-CA6
max. 24” span; 8d ring Composite Ply nails* through equally spaced, SBS-TA Insulation, H-Shield, SECUROCK CA6 or SBS- CA6
shank nails, 6” o.c. Premium or 32 ga. x 1-5/8- staggered ISOGARD GL, Multi- Gvosum-Fiber CA6
BURmastic inch dia. tin caps | center rows Max FA3 VP
! Roof Board
Composite Ply HT
Green
Min. 19/32-inch (new) ‘ Trufast Versa §—mch o.c. at 4- Mm..l—mch Trisotech Min. 0.5-inch .
. R BURmastic Fastener & inch lap and 6- G, Trisotech CGF, (Optional)
or min. 15/32-inch . . SBS-CA6, . DensDeck
(existing) plywood at Composite Ply HT, Plate; 2 screws inch o.c. at SBS-AA Trisotech, LRFIA or Prime or LRFIA or BP-CA6 or One or BP-CA6
g" Py BURmastic per plate three (3), ’ EnergyGuard Polyiso LRFIA(BG), 6- LRFIA(BG), 6- more BP- or SBS- -97.5
W-29 max. 24” span & R . o SBS-SEBS or . R . SECUROCK . SBS-CA6
: blocked 48" o.c.: #10 Composite Ply installed 180 equally spaced, SBSTA Insulation, H-Shield, inch o.c. Gvosum-Fiber inch o.c. CA6 or SBS- | CA6
o Premium into the holes of | staggered ISOGARD GL, Multi- P CA6
screws, 6” o.c. % Roof Board
the plate center rows Max FA3
Note: *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 85 Ibf.
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
BURmastic Glass
Ply, BURmastic
Glass Ply — 28 Ib, 12 ga.x 3/8-inch | 9-incho.c. at2- Min. 1-inch Trisotech Min. 1/8-inch
Min. 19/32-inch (new) BURmastic head diameter inch laps and 9- G, Trisotech CGF, TremBoard AC (Optional)
or m|n 15/32-inch Compos@e Ply HT, annular rln.g inch o.c. at SBS-CAS or Trisotech, ) LRFIA or F)r min. 0.25- LRFIA or BP-CAS or One or BP-CAS
W-30. (existing) plywood at BURmastic shank roofing three (3), SBS-TA EnergyGuard Polyiso LRFIA(BG) inch LRFIA(BG) SBS-CAS more BP- or SBS- -45.0
max. 24” span; 8d ring | Composite Ply nails* through equally spaced, Insulation, H-Shield, SECUROCK CA5 or SBS- | CA5
shank nails, 6” o.c. Premium or 32 ga.x 1-5/8- staggered ISOGARD GL, Multi- Gypsum-Fiber CAS
BURmastic inch dia. tin caps | center rows Max FA3 Roof Board
Composite Ply HT
Green
. . Trufast Versa 6-inch o.c. at 4- Min. 1-inch Trisotech
x|r;;ii9/112/;;::égew) BURmastic Fastener & inch lap and 6- G, Trisotech CGF, Min. 0.5-inch (Optional)
L Composite Ply HT, Plate; 2 screws inch o.c. at Trisotech, LRFIA or . LRFIA or One or BP-CAS
(existing) plywood at R SBS-CAS5 or . SECUROCK BP-CAS or
- BURmastic per plate three (3), EnergyGuard Polyiso LRFIA(BG), 6- X LRFIA(BG), 6- more BP- or SBS- -127.5
W-31. max. 24” span & . : . SBS-TA . ) ) Gypsum-Fiber . SBS-CAS
blocked 48” o.c.: #10 Composite Ply installed 180 equally spaced, Insulation, H-Shield, inch o.c. Roof Board inch o.c. CAS or SBS- CA5
6 o Premium into the holes of | staggered ISOGARD GL, Multi- CAS
screws, 670.¢. the plate* center rows Max FA3
Note: *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 85 Ibf.
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SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

TABLE 1c: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.e

Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15)
System Deck = Barri L e MDP
asten arrier ac acl
No. (Note 1) Type Attach Type Type Base Pl Pl Cap PI sf;
w (Note 11) (Note 15) P (Notes 6,7,8) b (Notes 6,7,8) v v Py
SEBS-APPLIED BASE PLY:
BURmastic Glass
Ply, BURmastic . .
Glass Ply—28 b, 12 ga. x 3/8-inch 9-inch o.c. at 2- Min. 1-inch Trisotech x;:&;{i:;?c
Min. 19/32-inch (new) BURmastic head diameter inch laps and 9- G, Trisotech CGF, .
or min. 15/32-inch Composite Ply HT annular ring inch o.c. at SBS-CA, Trisotech ogggin. 0.25- (Optional)
L - ! ) o SBS-AA, ! ) LRFIA or inch DensDeck | LRFIA or BP-SEBS or SBS-
W-32. (existing) plywood at BURmastic shank roofing three (3), EnergyGuard Polyiso X BP-SEBS, -45.0
> ) ; ) SBS-SEBS or ) : LRFIA(BG) Prime or LRFIA(BG) SBS-SEBS SEBS
max. 24” span; 8d ring Composite Ply nails* through equally spaced, SBS-TA Insulation, H-Shield, SECUROCK SBS-SEBS
shank nails, 6” o.c. Premium or 32 ga. x 1-5/8- staggered ISOGARD GL, Multi- .
. X S Gypsum-Fiber
BURmastic inch dia. tin caps | center rows Max FA3
! Roof Board
Composite Ply HT
Green
Min. 19/32-inch (new) ‘ Trufast Versa §—mch o.c.at4- Mm..l—mch Trisotech Min. 0.5-inch
or min. 15/32-inch BURmastic Fastener & inch lap and 6- G, Trisotech CGF, DensDeck
(existir; ) plywood at Composite Ply HT, Plate; 2 screws inch o.c. at SBS-AA, Trisotech, LRFIA or Prime or LRFIA or BP-SEBS or (Optional) SBS-
g" Py BURmastic per plate three (3), SBS-SEBS or | EnergyGuard Polyiso LRFIA(BG), 6- LRFIA(BG), 6- BP-SEBS, -127.5
W-33 max. 24” span & R . o . K . SECUROCK . SBS-SEBS SEBS
D " Composite Ply installed 180 equally spaced, SBS-TA Insulation, H-Shield, inch o.c. X inch o.c. SBS-SEBS
blocked 48” o.c.; #10 i . X Gypsum-Fiber
screws. 6 o.c Premium into the holes of | staggered ISOGARD GL, Multi- Roof Board
’ o the plate* center rows Max FA3
Note: *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 85 Ibf.
TORCH-APPLIED BASE PLY:
BURmastic Glass
Ply, BURmastic . .
Glass Ply— 28 b, 12 ga. x 3/8-inch | 9-inch o.c. at 2- Min. 1-inch Trisotech ";/rllanrﬁééirl;(ilc
Min. 19/32-inch (new) BURmastic head diameter inch laps and 9- SBS-CAG G, Trisotech CGF, or min. 0.25-
or min. 15/32-inch Composite Ply HT, | annular ring inch o.c. at SRSAA ’ Trisotech, LRFIA or inch D(.en‘SDeck LRFIA or (Optional)
W-34. (existing) plywood at BURmastic shank roofing three (3), ’ EnergyGuard Polyiso ° X ° SBS-TA ptio SBS-TA -45.0
" . R R ok SBS-SEBS or . . LRFIA(BG) Prime or LRFIA(BG) SBS-TA
max. 24” span; 8d ring Composite Ply nails* through equally spaced, SBS-TA Insulation, H-Shield, SECUROCK
shank nails, 6” o.c. Premium or 32 ga. x 1-5/8- staggered ISOGARD GL, Multi- .
. X gy Gypsum-Fiber
BURmastic inch dia. tin caps | center rows Max FA3
R Roof Board
Composite Ply HT
Green
Min. 19/32-inch (new) ‘ Trufast Versa §—|nch o.c.at 4- Mln.Al—lnch Trisotech Min. 0.5-inch
or min. 15/32-inch BURmastic Fastener & inch lap and 6- G, Trisotech CGF, DensDeck
(existir; ) plywood at Composite Ply HT, Plate; 2 screws inch o.c. at SBS-AA, Trisotech, LRFIA or Prime or LRFIA or (Optional)
g" P BURmastic per plate three (3), SBS-SEBS or | EnergyGuard Polyiso LRFIA(BG), 6- LRFIA(BG), 6- SBS-TA P SBS-TA -127.5
W-35. max. 24” span & R . o . . . SECUROCK . SBS-TA
" Composite Ply installed 180 equally spaced, SBS-TA Insulation, H-Shield, inch o.c. X inch o.c.
blocked 48” o.c.; #10 i . X Gypsum-Fiber
6 Premium into the holes of staggered ISOGARD GL, Multi- Roof Board
screws, 67 o.c. the plate* center rows Max FA3 oot Boar
Note: *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 85 Ibf.
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TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER
SySTEM TYPE C-1: IMECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

i Top Insulation Roof Cover (Note 15
syste Deck Base Insulation P — ffote1s) MDP
ote ote
m No. (Note 1) —13)' - Type Fastener (Note 11) i tai7) Base Ply Ply Cap Ply (psf)
=2 ote
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Tremco #14 HD Fastener
with Tremco 3” Metal 1 per 1.3 ft2
Insulation Plate
(Optional) One 5 ; ; - é ; ; -E -
Min4‘19/1?;2/;;§h (Eew) Z;;ﬁore layers, Min. 0.5-inch DensDeck Prime or | (Optional) One or
or min. -Inc .
- SECUROCK G -Fibrer Roof
W-36. | (existing) plywood at combination, ypsum-tibrer Foo BP-CA1or SBS-CAL | more BP-CAL or SBS- | BP-CAL or SBS-CA1 | -45.0
,, Cad i ) . Board or Structodek HD with L
max. 24” span; 8d ring min. 1.5-inch . . < CAl
shank nails, 6” o.c. total thickness Primed Red Coating ol g
loose laid @ A
- . c £
ok A
- —
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 19/32-inch (new) One or more Min. 0.25-|nc.h DenDeck, POWERply Endure (Optional) POWERply | POWERply Endure
: layers, any DensDeck Prime, DEXcell FA Glass 5
or min. 15/32-inch [ . 1 per2.0ft 100, 200, 300 or Endure 100, 200, 300 | 100, 200, 300 or
. combination, Mat Roof Board or SECUROCK Note 2 (min. #14 fasteners K K .
W-37 (existing) plywood at min. 1.5-inch Gyosum-Fiber Roof Board or min only) ) (16 per 4x8 ft | 320 Smooth in or 320 Smooth in 320 FRin -60.0
max. 24" span; 8dring | T 11N O‘innch stirorodek Ho & v board) POWERply Endure | POWERply Endure POWERply Endure
shank nails, 6” o.c. ) ’ - . BIO Adhesive TF BIO Adhesive TF BIO Adhesive TF
loose laid Primed Red Coating
HOT-ASPHALT-APPLIED BASE PLY:
) ] One or more Min. 0.25-inch DenDeck,
M'”"19/32"”°_h (new) layers, any DensDeck Prime, DEXcell FA Glass 1 per 2.0 ft2 POWERply Endure (Optional) POWERply | POWERply Endure
or min. 15/32-inch combination, Mat Roof Board or SECUROCK Note 2 (min. #14 fasteners per Z. 100, 200, 300 or Endure 100, 200,300 | 100, 200, 300 or
W-38 (existing) plywood at . . . . (16 per 4x8 ft X X . -60.0
max. 24” span: 8d ri min. 1.5-inch Gypsum-Fiber Roof Board or min. | only) 320 Smooth in hot or 320 Smooth in hot | 320 FRin hot
. pan; 8d ring . ; X board)
shank nails, 6” o.c. total thickness, 0.5-inch Structodek HD with asphalt asphalt asphalt
loose laid Primed Red Coating
SEBS-APPLIED BASE PLY:
) ) One or more Min. 0.25-inch DenDeck,
Min. 19/32-inch (Ee‘”) layers, any DensDeck Prime, DEXcell FA Glass Loer20fiz | POWERPlY Endure (Optional) POWERply | POWERply Endure
ormin. 15/32-inc combination, Mat Roof Board or SECUROCK Note 2 (min. #14 fasteners P ’ 100, 200, 300 or Endure 100, 200, 300 | 100, 200, 300 or
W-39 (existing) plywood at . - . . T (16 per 4x8 ft . . . -60.0
max. 24” span; 8d ring min. 1.5-inch Gypsum-Fiber Roof Board or min. | only) board) 320 Smooth in or 320 Smooth in 320FRin
shank nails, 6” o.c. total thickness, 0.5-inch Structodek HD with THERMastic 80 THERMastic 80 THERMastic 80
loose laid Primed Red Coating
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TABLE 1e: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-2: INSULATED, IMECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmoO | etc.e

S Deck ) Insulation and./or Base Sheet Roof Cover (Note 15) MDP
No Note 1 Slip Sheet Thermal Barrier 5 —sf
b (Note 1) (Note 17, Note 13) Type Fastener (Note 11) Spacing Base Ply Cap Ply
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 19/32-inch plywood (Optional) UL Certified, One or more layers, | BURmastic Composite Ply HT, Tremco #14 HD with 6-inch o.c. at One or more BP-CAL or
W-40. at max. 24-inch span; #9 x | Type G2 base sheet (ASTM | any combination, BURmastic Composite Ply Premium, Tremco 2.4” Barbed the min. 4-inch BP-CA6 or SBS-CAL -60.0
2%" wood screws; 6” o.c. D4601, Type Il), loose laid prelim. attach BURmastic Composite Ply HT Green Metal Seam Plate wide side laps SBS-CA6
Min. 19/32-inch plywood (Optional) UL Certified, One or more layers, | BURmastic Composite Ply HT, Tremco #14 HD with 6-inch o.c. at One or more BP-CA6 or
W-41. at max. 24-inch span; #9 x | Type G2 base sheet (ASTM | any combination, BURmastic Composite Ply Premium, Tremco 2.4” Barbed the min. 4-inch BP-CA6 or SBS-CAG -67.5
2%" wood screws; 6” o.c. D4601, Type l1), loose laid prelim. attach BURmastic Composite Ply HT Green Metal Seam Plate wide side laps SBS-CA6
HOT-ASPHALT-APPLIED BASE PLY:
Min. 19/32-inch plywood (Optional) UL Certified, One or more layers, | BURmastic Composite Ply HT, Tremco #14 HD with 6-inch o.c. at One or more BP-AA, SBS-
W-42. at max. 24-inch span; #9 x | Type G2 base sheet (ASTM | any combination, BURmastic Composite Ply Premium, Tremco 2.4” Barbed the min. 4-inch BP-AA. SBS-AA AA or APP- -67.5
2%" wood screws; 6” o.c. D4601, Type Il), loose laid prelim. attach BURmastic Composite Ply HT Green Metal Seam Plate wide side laps ’ TA
Min. 19/32-inch plywood (Optional) UL Certified, One or more layers, | BURmastic Composite Ply HT, Tremco #14 HD with 6-inch o.c. at One or more
W-43. at max. 24-inch span; #9 x Type G2 base sheet (ASTM | any combination, BURmastic Composite Ply Premium, Tremco 2.4” Barbed the min. 4-inch SBS-AA SBS-TA -67.5
2%" wood screws; 6” o.c. D4601, Type l1), loose laid prelim. attach BURmastic Composite Ply HT Green Metal Seam Plate wide side laps
SEBS-APPLIED BASE PLY:
Min. 19/32-inch plywood (Optional) UL Certified, One or more layers, | BURmastic Composite Ply HT, Tremco #14 HD with 6-inch o.c. at One or more BP-SEBS
W-44. at max. 24-inch span; #9 x | Type G2 base sheet (ASTM | any combination, BURmastic Composite Ply Premium, Tremco 2.4” Barbed the min. 4-inch BP-SEBS, SBS- SBS—SEB’S -67.5
2%" wood screws; 6” o.c. D4601, Type Il), loose laid prelim. attach BURmastic Composite Ply HT Green Metal Seam Plate wide side laps SEBS
TORCH-APPLIED BASE PLY:
Min. 19/32-inch plywood (Optional) UL Certified, One or more layers, | BURmastic Composite Ply HT, Tremco #14 HD with 6-inch o.c. at One or more APP-TA
W-45, at max. 24-inch span; #3 x | Type G2 base sheet (ASTM | any combination, BURmastic Composite Ply Premium, Tremco 2.4” Barbed the min. 4-inch APP-TA, SBS- SBS—TA’ -67.5
2%" wood screws; 6” o.c. D4601, Type l1), loose laid prelim. attach BURmastic Composite Ply HT Green Metal Seam Plate wide side laps TA
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TABLE 1Fr: WOOD DECKS —NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE D-2: INSULATED, MEECHANICALLY ATTACHED POWERFAST, BONDED ROOF COVER

NEmoO | etc.e

No. (Note 1) (Note 17, Note 13) Type Fastener (Note 11) Spacing Base Ply ‘ Cap Ply (psf)
POWERPLY ENDURE 100 SMOOTH WITH FASTENER AND STRESS PLATE:
Min. 19/32-inch . " ) - ) (Optional) POWERply POWERply Endure
(new) or min. 15/32- | (Optional) UL Certified, | One ormore layers, | o\ epor | Tremco #15 EHD with 6-inch o.c. within the min. | ¢ 4 "'160, 200, 300 or | 100, 200, 300 or
W-6 inch (existing) Type G2 base sheet any combination, Endure 100 Tremco 2.4” Barbed Seam 5-inch wide, POWERply 320 Smooth in 320 FRin -60.0*
: plywood at max. 24” (ASTM D4601, Type Il), min. 2-inch thick, Smooth Plate ’ Endure BIO Adhesive TF POWERGlv Endure BIO POWERDIv Endure ’
span; 8&d ring shank loose laid prelim. attach sealed side laps . ply P y.
nails, 6” o.c. Adhesive TF BIO Adhesive TF
POWERPLY HEAVY DUTY BASE SHEET WITH FASTENER AND STRESS PLATE:
Min. 19/32-inch Trufast Versa Fastener (min.
(new) or min. 15/32- | (Optional) UL Certified, One or more layers, POWERply %" penetration) & Plate; 2 12-inch o.c. within the (Optlopal) BP-CA1 (iaps BP-CAL (iaps sealed
inch (existing) Type G2 base sheet min. 1-inch, any Heavy Dut screws per plate installed min. 5-inch wide, Tremco | sealed with Tremco LF Adhesive) | with Tremco LF Adhesive) 450
W-47. plywood at max. 24” (ASTM D4601, Type Il), combination, Base éheeg 180° into the holes of the LF Adhesive sealed side gzljzsgri’?a:}egau’:;:';:;m aO; jgjefﬁieg‘;:; ;7:,, '
span; &d ring shank loose laid prelim. attach plate, parallel to the width- laps LF Adhesive) Tremco LF Adhesive)
nails, 6” o.c. direction of the sheet*
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 232 Ibf.
Min. 19/32-inch Trufast Versa Fastener (min.
(new) or min. 15/32- | (Optional) UL Certified, One or more layers, POWERply %" penetration) & Plate; 2 12-inch o.c. within the (Optional) BP-AA, SBS- BP_AA. SBS-AA
inch (existing) Type G2 base sheet min. 1-inch, any Heawylbut screws per plate installed min. 5-inch wide, Tremco AA. BP-SEBS SBS:SEBS SBS-SéBS o SB’S- -45.0
W-48. plywood at max. 24” | (ASTM D4601, Type Il), combination, Base Z}heety 180° into the holes of the LF Adhesive sealed side or ;}BS-TA ’ TA '
span; 8d ring shank loose laid prelim. attach plate, parallel to the width- laps
nails, 6” o.c. direction of the sheet*
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 232 Ibf.
! : i ifi Optional) BP-CA1 (i BP-CA1 (i led
Nll'”' 19332:”“ o _(I_OPZOanaBaL:; (Sisgt;?ed, One or more layers, | POWERply Tremco #15 EHD with 9-inch o.c. within the min. ﬁeaﬁd with T),e,,,ca LFAd,,vae) with T,emc:f;:?:,:s,-ve)
W-49. ipnzhwg;a: 8??;;g (ZSpTM D4601, Type Il) any combination, Heavy Duty Tremco 2” Barbed Metal 4-inch wide Tremco LF or SBS-CA1 (laps hot air or SBS-CA1 (laps hot -52.5
shank naiis 6" o.c . o ypell prelim. attach Base Sheet Seam Plate Adhesive sealed side laps welded or sealed with Tremco air welded or sealed with
! e loose laid LF Adhesive) Tremco LF Adhesive)
. - 9-inch o.c. within the min.
Min 194 inch (TOPEZ”ZGB;SJ: Sﬁ;‘:‘ed' One or more layers, | POWERply | Tremco #15 EHD with 4-inch wide POWERply (Optional) BP-CAS or
W-50. plywood at max. 24- P any combination, Heavy Duty Tremco 2” Barbed Metal Endure BIO Adhesive TF or P BP-CAS or SBS-CA5 -52.5
inch span; 8d ring (ASTM D4601, Type I1), i h h | dhesi led SBS-CA5
shank nails, 6” o.c. loose laid prelim. attac Base Sheet Seam Plate Tremco LF Adhesive seale
side laps
'Vlli"' 19332:"Ch o _(l_omel%nzag;sj: (sisgt;?ed, One or more layers, | POWERply Tremco #15 EHD with 9-inch o.c. within the min. | (Optional) BP-AA, SBS- BP-AA, SBS-AA,
W-51. ﬁ]‘c’hwgsan? s’é‘fixn'g ’ (XETM D450 hyoe 1) any combination, Heavy Duty | Tremco 2” Barbed Metal 4-inch wide Tremco LF AA, BP-SEBS, SBS-SEBS | SBS-SEBS or SBS- 52,5
shank naiis, 6" o.c. loose laid & prelim. attach Base Sheet Seam Plate Adhesive sealed side laps or SBS-TA TA
; ; i ifi Optional) BP-CA1 i BP-CA1 (1 led
Nll'n' 19532{'”Ch o _(rOpteI(énzaBaLilé Sﬁ;t;?m’ One or more layers, | POWERply Tremco #15 EHD with 6-inch o.c. within the min. £eaZd with T),emm LFAth,s've) with T,emmaf;:z:,:s,-ve)
W-52. ﬁ]zhwg;a: s?mg ) (XETM D4601, Type Il any combination, Heavy Duty Tremco 2” Barbed Metal 4-inch wide Tremco LF or SBS-CA1 (laps hot air or SBS-CA1 (laps hot -60.0
shank naiis 6" o.c . e prelim. attach Base Sheet Seam Plate Adhesive sealed side laps welded or sealed with Tremco air welded or sealed with
! o loose laid LF Adhesive) Tremco LF Adhesive)
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TABLE 1Fr: WOOD DECKS —NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE D-2: INSULATED, MEECHANICALLY ATTACHED POWERFAST, BONDED ROOF COVER

NEmoO | etc.e

System Deck o Ir;;uelf:gln;anrt:l/ec:r PowerFAST (Note 15A) Roof Cover (Note 15) MDP
No. (Note 1) (Note 17, Note 13) Type Fastener (Note 11) Spacing Base Ply Cap Ply sf
Trufast Versa Fastener (min.
. . g ifi 3/ H . i ithi
Min. 19/32-inch (Optional) UL Certified, Or.1e or.more layers, POWERply %" penetration) & Plate; 2 12. |nch o.c. W.Ithln the (Optional) BP-AA, SBS- BP-AA, SBS-AA, BP-
plywood at max. 24- Type G2 base sheet min. 1-inch, any screws per plate installed min. 5-inch wide, Tremco
; o L Heavy Duty .. . ) AA, BP-SEBS, SBS-SEBS SEBS, SBS-SEBS or -67.5
W-53, inch span; 8d ring (ASTM D4601, Type II), combination, Base Sheet 180° into the holes of the LF Adhesive sealed side or SBS-TA SBS-TA
shank nails, 6” o.c. loose laid prelim. attach plate, parallel to the width- laps
direction of the sheet*
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 349 Ibf.
Nllin' 1953i'i"‘:h " (TOPZZnZaBal:: (;s;t;?ed, One or more layers, | POWERply Tremco #15 EHD with 6-inch o.c. within the min. (Optional) BP-CAS or
W-54, plywoo E_’ max. 24- P any combination, Heavy Duty Tremco 2” Barbed Metal 4-inch wide Tremco LF P BP-CA5 or SBS-CA5 -82.5
inch span; &d ring (ASTM D4601, Type Il), ) : - SBS-CAS5
shank nails, 6” o.c. loose laid prelim. attach Base Sheet Seam Plate Adhesive sealed side laps
'Vl””- 195 32t“”Ch » (To"te"énzagal:: :ﬁ;‘:‘e‘j’ One or more layers, | POWERply | Tremco #15 EHD with 6-inch o.c. within the min. | (Optional) BP-AA, SBS- | BP-AA, SBS-AA,
W-55. plywao E_’ max. &4 yp any combination, Heavy Duty Tremco 2” Barbed Metal 4-inch wide Tremco LF AA, BP-SEBS, SBS-SEBS SBS-SEBS or SBS- -82.5
inch span; &d ring (ASTM D4601, Type I1), . ; ;
shank nails, 6” o.c. loose laid prelim. attach Base Sheet Seam Plate Adhesive sealed side laps or SBS-TA TA
Min. 19/32-inch (Optional) UL Certified, One or more layers POWERply Tremco #15 EHD with 6-inch o.c. within the min.
W-56 plywood at max. 24- | Type G2 base sheet any combination ’ Heavy Dut Tremco 2” Barbed Metal 4-inch wide POWERply (Optional) BP-CAS, SBS- BP-CA5, SBS-CAS -97.5
* | inchspan; #9x2.5” | (ASTM D4601, Type Il), anm oo Boce éheeg g Endure BIO Adhesive TF CA5 ' :
wood screws, 6” o.c. loose laid P ’ sealed side laps
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TABLE 1G: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET (NAILS), BONDED ROOF COVER

NEmoO | etc.e

System Deck I Base Sheet Roof Cover (Note 15) MDP
i ee Y
No. (Note 1) P Type | Fastener (Note 11) I Spacing Base Ply Cap Ply (psf)
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Min. 19/324—inch . - BURmastic Glass Ply, BURmastic Glass Ply —28 | 12 ga. x 3/8-inch head 9-inch o.c. at 2-inch lap One or
(new) or min. (Optional) UL Certified, Ib, BURmastic Composite Ply HT, BURmastic diameter annular ring shank | and 9-inch o.c. at three more BP-
W-57. | 15/32-inch Type G2 base sheet (ASTM | 7 =1t P vy, B netera & “ BP-CAL or SBS-CAL | -45.0*
- . . Composite Ply Premium or BURmastic roofing nails through 32 ga. (3), equally spaced, CA1 or SBS-
(existing) plywood; | D4601, Type ll), loose laid . ; .
: Composite Ply HT Green x 1-5/8-inch dia. tin caps staggered center rows CA1
24-inch span
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 19/32-inch . . _ ¥ r r
(new) or min. (Optional) UL Certified, BURmastic qlass Ply, B.URmastlc Glass Ply : 28 1? ga. x 3/8-inch ht:‘:ad 9 |nch.o.c. at 2-inch lap One or BP-CAL, BP-CAS,
. Ib, BURmastic Composite Ply HT, BURmastic diameter annular ring shank | and 9-inch o.c. at three more BP-
W-58. 15/32-inch Type G2 base sheet (ASTM ) . R ) . SBS-CA1 or SBS- -45.0*
o . . Composite Ply Premium or BURmastic roofing nails through 32 ga. (3), equally spaced, CAG6 or SBS-
(existing) plywood; | D4601, Type Il), loose laid . . Ny CA6
. Composite Ply HT Green x 1-5/8-inch dia. tin caps staggered center rows CA6
24-inch span
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 19/32,'imh . - BURmastic Glass Ply, BURmastic Glass Ply —28 | 12 ga. x 3/8-inch head 9-inch o.c. at 2-inch lap One or
(new) or min. (Optional) UL Certified, Ib, BURmastic Composite Ply HT, BURmastic diameter annular ring shank | and 9-inch o.c. at three more BP-
W-59. | 15/32-inch Type G2 base sheet (ASTM | > b Y netera & < BP-CAS5 or SBS-CAS | -45.0%
- . . Composite Ply Premium or BURmastic roofing nails through 32 ga. (3), equally spaced, CAS or SBS-
(existing) plywood; | D4601, Type ll), loose laid . : L
24-in Composite Ply HT Green x 1-5/8-inch dia. tin caps staggered center rows CAS
-inch span
HOT-ASPHALT-APPLIED BASE PLY:
Min. 19/32-inch BURmastic Glass Ply, BURmastic Glass Ply —28 | 12 ga. x 3/8-inch head 9-inch o.c. at 2-inch lap
(new) or min. (Optional) UL Certified, . W . ) K . BP-CA1, BP-AA,
. Ib, BURmastic Composite Ply HT, BURmastic diameter annular ring shank | and 9-inch o.c. at three BP-AA, SBS-
W-60. 15/32-inch Type G2 base sheet (ASTM . X R ) . SBS-CA1, SBS-AA, -45.0*
- . . Composite Ply Premium or BURmastic roofing nails through 32 ga. (3), equally spaced, AA
(existing) plywood; | D4601, Type ll), loose laid . . L SBS-TA or APP-TA
24 Composite Ply HT Green x 1-5/8-inch dia. tin caps staggered center rows
-inch span
SEBS-APPLIED BASE PLY:
Min. 19/324—inch . - BURmastic Glass Ply, BURmastic Glass Ply —28 | 12 ga. x 3/8-inch head 9-inch o.c. at 2-inch lap
(new) or min. (Optional) UL Certified, Ib, BURmastic Composite Ply HT, BURmastic diameter annular ring shank | and 9-inch o.c. at three BP-SEBS
W-61. | 15/32-inch Type G2 base sheet (ASTM | /> " N v, B retera & < : BP-SEBS, SBS-SEBS | -45.0*
- . / Composite Ply Premium or BURmastic roofing nails through 32 ga. (3), equally spaced, SBS-SEBS
(existing) plywood; | D4601, Type ll), loose laid . : -
: Composite Ply HT Green x 1-5/8-inch dia. tin caps staggered center rows
24-inch span
TORCH-APPLIED BASE PLY:
Min. 19/32.—inch (Optional) UL Certified BURmastic Glass Ply, BURmastic Glass Ply —28 | 12 ga. x 3/8-inch head 9-inch o.c. at 2-inch lap BP-CA1, BP-AA, BP-
(new) or min. P : Ib, BURmastic Composite Ply HT, BURmastic | diameter annular ring shank | and 9-inch o.c. at three SEBS, SBS-CAL, SBS-
W-62. 15/32-inch Type G2 base sheet (ASTM . . R . . SBS-TA -45.0*
o . . Composite Ply Premium or BURmastic roofing nails through 32 ga. (3), equally spaced, AA, SBS-SEBS or
(existing) plywood; D4601, Type Il), loose laid Y : -
24-inch span Composite Ply HT Green x 1-5/8-inch dia. tin caps staggered center rows SBS-TA

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ
Tremco Modified Bitumen Roof Systems; (800) 562-2728
TOP OF APPENDIX

PEER-TRM-006.B.R20 for FL20325-R22 (HVHZ)
Revision 20: 08/12/2026
Appendix 1, Page 23 of 135




TABLE 1H: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeArR-OFF) orR RECOVER

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET (SCREWS & PLATES), BONDED ROOF COVER

NEmoO | etc.e

System Deck slip Sheet Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) Type I Fastener (Note 11) | Spacing Base Ply Cap Ply sf
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 19/32-inch plywood at (Optional) UL Certified, . . . . Tremco #14 HD with 6-inch o.c. at the One or more
W-63. | max. 24-nchspan; #9x 2% | Type G2 base sheet (ASTM | BURMastic Composite Ply HT, BURmastic Composite | o 5 4» garbed | min. 4-inchwide | BP-CAG or BP-CA1 or SBS-CA1 | -60.0
" Ply Premium, BURmastic Composite Ply HT Green
wood screws; 6” o.c. D4601, Type Il), loose laid ! Metal Seam Plate side laps SBS-CA6
Min. 19/32-inch plywood at (Optional) UL Certified, . . . ) Tremco #14 HD with 6-inch o.c. at the One or more
BUR tic C te Ply HT, BUR tic C
W-64. | max. 24-inchspan; #9x24” | Type G2 base sheet (ASTM | P’:’ea; i'jm°g"up§;':sticymn; osit’:ffl 'ETC’Gr':é’::'te Tremco 2.4” Barbed | min. 4-inch wide | BP-CA6 or BP-CA6 or SBS-CA6 | -67.5
wood screws; 6” o.c. D4601, Type I1), loose laid v ’ P v Metal Seam Plate side laps SBS-CA6
HOT-ASPHALT-APPLIED BASE PLY:
Min. 19/32-Inch plywood at (Optional) UL Certified, BURmastic Composite Ply HT, BURmastic Composite M9 #ut,HD with 6_.mCh o.c.at Fhe BP-AA, SBS- | BP-AA, SBS-AA or
W-65. max. 24-inch span; #9 x 2% Type G2 base sheet (ASTM Plv Premium. BURmastic Composite Ply HT Green Tremco 2.4” Barbed min. 4-inch wide AA APP-TA -67.5
wood screws; 6” o.c. D4601, Type ll), loose laid Y um, P ¥ Metal Seam Plate side laps
Min. 19/32-inch plywood at (Optional) UL Certified, ) . ) . Tremco #14 HD with | 6-inch o.c. at the
W-66. | max. 24-inch span; #9x2%” | Type G2 base sheet (ASTM EIURPTear;tiljrﬁolgnUp}sr:;thityCHoE; B(i?t':ijt'lc_'%’::é’:'te Tremco 2.4” Barbed | min. 4-inch wide | SBS-AA SBS-TA 67.5
wood screws; 6” o.c. D4601, Type I1), loose laid v ’ P v Metal Seam Plate side laps
SEBS-APPLIED BASE PLY:
Min. 19/32-inch plywood at (Optional) UL Certified, . | . . Tremco #14 HD with 6-inch o.c. at the g
W-67. | max. 24-inchspan; #9x2%” | Type G2 base sheet (ASTM ;UTaTear;tiISrEo;up;r:;itTclyciL B;?t’:‘:‘flt'agc’(_]”::::'te Tremco 2.4” Barbed | min. 4-inch wide ng ;SEES’S BP-SEBS, SBS-SEBS | -67.5
wood screws; 6” 0.c. D4601, Type Il), loose laid Y ! p ¥ Metal Seam Plate side laps
TORCH-APPLIED BASE PLY:
Min. 19/32-inch plywood at (Optional) UL Certified, ) . ) . Tremco #14 HD with | 6-inch o.c. at the ; 3
W-68. | max. 24-inchspan; #9x2%” | Type G2 base sheet (ASTM EIURPTeariltiljrﬁog]Up;ri:ZtFi’clyCTr—r’\ B;i?i‘?t'f_'?’(;”::::te Tremco 2.4” Barbed | min. 4-inch wide _’?XP TASBS- | \pp-Ta, SBS-TA 67.5
wood screws; 6” 0.c. D4601, Type Il), loose laid v ! P v Metal Seam Plate side laps
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TABLE 11: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeArR-OFF) oR RECOVER

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED POWERFAST, BONDED ROOF COVER

NEmoO | etc.e

System Deck Slio Sheet PowerFAST (Note 15A) Roof Cover (Note 15) MDP
ip Shee! P
No. (Note 1) P Type Fastener (Note 11) Spacing Base Ply Cap Ply sf
POWERPLY ENDURE 100 SMOOTH WITH FASTENER AND STRESS PLATE:
Min. 19/32-inch (new) or min. | qtional) UL Certified, Type | POWERply Tremco #15 EHD with 6-inch o.c. within the min. 5-inch - e VT POWERpIy Endure ?00'
15/32-inch (existing) plywood ,, . Endure 100, 200, 300 or 320 | 200, 300 or 320 FR in
W-69. ” . G2 base sheet (ASTM Endure 100 Tremco 2.4” Barbed wide, POWERply Endure BIO . -60.0
atmax. 247 span; &d ring D4601, Type II), loose laid Smooth Seam Plate Adhesive TF sealed side laps Smooth in POWERply POWERply Endure BIO
shank nails, 6” o.c. »1ypell, P Endure BIO Adhesive TF Adhesive TF
POWERPLY HEAVY DUTY BASE SHEET WITH FASTENER AND STRESS PLATE:
Trufast Versa Fastener
. ‘ _ (min. %” penetration) & . BP-CAL1 (laps sealed with
l;/é|7?;21?/3§-|nc_ht(‘new)lor m':" (Optional) UL Certified, Type | POWERply Plate; 2 screws per plate | 12-inch o.c. within the min. 5-inch (thlonal) BP'CA_l (faps sealed | LF Adhesive) or SBS-
W-70 at ma;nzc4"(se::n!23gd) z:gwoo G2 base sheet (ASTM Heavy Duty | installed 180° into the wide, Tremco LF Adhesive sealed | "/t" Tremco LFAdhesive) OF SBS- CAL (iaps hot air welded or -45.0
s e D4601, Type Il), loose laid Base Sheet holes of the plate, side laps CA1 (laps hot air welded or sealed sealed with Tremco LF
shank nails, 6” o.c. with Tremco LF Adhesive) .
parallel to the width- Adhesive)
direction of the sheet*
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 232 Ibf.
Trufast Versa Fastener
_ ) ) (min. %” penetration) &
Min. 19/32-inch (new) or min. | (gotional) UL Certified, Type | POWERply Plate; 2 screws per plate | 12-inch o.c. within the min. 5-inch | (Optional) BP-AA, SBS-AA,
15/32-inch (existing) plywood . A R R BP-AA, SBS-AA, SBS-
" o G2 base sheet (ASTM Heavy Duty installed 180° into the wide, Tremco LF Adhesive sealed BP-SEBS, SBS-SEBS or SBS- -45.0
W-71. at max. 24” span; 8d ring . . SEBS or SBS-TA
shank nails, 6” o.c. D4601, Type II), loose laid Base Sheet holes of the plate, side laps TA
parallel to the width-
direction of the sheet*
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 232 Ibf.
. _ BP-CA1 (laps sealed with
Min. 19/32-inch plywood at (Optional) UL Certified, Type | POWERply Tremco #15 EHD with 9-inch o.c. within the min. 4-inch (th|ona|) BP CAl (laps sealed Tremeo LF Adhesive) OF SBS-
W-72. | max. 24-inch span; &d ring G2 base sheet (ASTM Heavy Duty | Tremco 2” Barbed Seam | wide Tremco LF Adhesive sealed | /" Tremeo LF Adhesive) OF SBS- CA1 (laps hot air welded or -52.5
shank nails, 6” o.c. D4601, Type l1), loose laid Base Sheet Plate side laps CAL (laps hot air welded or sealed sealed with Tremco LF
’ ’ with Tremco LF Adhesive) i
Adhesive)
i . 9-inch o.c. within the min. 4-inch
Min. 19/32-inch plywood at | (Optional) UL Certified, Type | POWERply | Tremco #15 EHD with Wi'g: P%f/v\grlz I'"EHSUT;"BI o'”c (Optional) BP-CAS or SBS-
W-73. | max. 24-inch span; &d ring G2 base sheet (ASTM Heavy Duty | Tremco 2” Barbed Seam _ Py P BP-CAS or SBS-CAS 52.5
S ) Adhesive TF or Tremco LF CAS5
shank nails, 6” o.c. D4601, Type 1), loose laid Base Sheet Plate . .
Adhesive sealed side laps
Min. 19/32-inch plywood at (Optional) UL Certified, Type | POWERply Tremco #15 EHD with 9-inch o.c. within the min. 4-inch (Optional) BP-AA, SBS-AA, BP-AA SBS-AA. SBS-
W-74. max. 24-inch span; 8d ring G2 base sheet (ASTM Heavy Duty Tremco 2” Barbed Seam wide Tremco LF Adhesive sealed BP-SEBS, SBS-SEBS or SBS- SEBS c;r SBS-TA’ -52.5
shank nails, 6” o.c. D4601, Type l1), loose laid Base Sheet Plate side laps TA
. _ BP-CA1 (laps sealed with
Min. 19/32-inch plywood at (Optional) UL Certified, Type | POWERply Tremco #15 EHD with 6-inch o.c. within the min. 4-inch (thlonal) BP CAI (lops sealed | LF Adhesive) OF SBS-
W-75. | max. 24-inch span; 8d ring G2 base sheet (ASTM Heavy Duty | Tremco 2” Barbed Seam | wide Tremco LF Adhesive sealed | it Tremco LF Adhesive) OF B ag (laps hot air welded or -60.0
shank nails, 6” o.c. D4601, Type I1), loose laid Base Sheet Plate side laps CAL (laps hot air welded or sealed sealed with Tremco LF
’ ’ with Tremco LF Adhesive) Adhesive)
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TABLE 11: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeArR-OFF) oR RECOVER

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED POWERFAST, BONDED ROOF COVER

NEmoO | etc.e

System Deck Slip Sheet PowerFAST (Note 15A) Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) Spacing Base Ply Cap Ply sf
Trufast Versa Fastener
(min. %” penetration) &
Min. 19/32-inch plywood at (Optional) UL Certified, Type | POWERply Plate; 2 screws per plate 12-inch o.c. within the min. 5-inch | (Optional) BP-AA, SBS-AA, BP-AA, SBS-AA, BP-
max. 24-inch span; 8d ring G2 base sheet (ASTM Heavy Duty installed 180° into the wide, Tremco LF Adhesive sealed BP-SEBS, SBS-SEBS or SBS- SEBS, SBS-SEBS or SBS- -67.5
WA shank nails, 6” o.c. D4601, Type lI), loose laid Base Sheet holes of the plate, side laps TA
parallel to the width-
direction of the sheet*
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 349 Ibf.
Min. 19/32-inch plywood at (Optional) UL Certified, Type | POWERply Tremco #15 EHD with 6-inch o.c. within the min. 4-inch (Optional) BP-CAS o SBS-
W-77. max. 24-inch span; 8d ring G2 base sheet (ASTM Heavy Duty Tremco 2” Barbed Seam wide Tremco LF Adhesive sealed CAS BP-CAS or SBS-CAS -82.5
shank nails, 6” o.c. D4601, Type 1), loose laid Base Sheet Plate side laps
Min. 19/32-inch plywood at (Optional) UL Certified, Type | POWERply Tremco #15 EHD with 6-inch o.c. within the min. 4-inch (Optional) BP-AA, SBS-AA, BP-AA. SBS-AA. SBS-
W-78. max. 24-inch span; 8d ring G2 base sheet (ASTM Heavy Duty Tremco 2” Barbed Seam wide Tremco LF Adhesive sealed BP-SEBS, SBS-SEBS or SBS- SEBS c;r SBS—TAl -82.5
shank nails, 6” o.c. D4601, Type lI), loose laid Base Sheet Plate side laps TA
Min. 19/32-inch plywood at (Optional) UL Certified, Type | POWERply Tremco #15 EHD with 6-inch o.c. within the min. 4-inch
W-79. max. 24-inch span; #9 x 2.5” G2 base sheet (ASTM Heavy Duty Tremco 2” Barbed Seam wide POWERply Endure BIO (Optional) BP-CAS5, SBS-CA5 BP-CAS, SBS-CAS -97.5
wood screws, 6” o.c. D4601, Type Il), loose laid Base Sheet Plate Adhesive TF sealed side laps
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SySTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
ac ac
No. (Note 1) Type Type Base PI Pl Cap PI (psf)
yp (Notes 6,7,8) yp (Notes 6,7,8) Y Y PFly
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Min. 22 ga., type LRFIA or Additional Insulation Layer(s): (Optional)
B, Grade 40 Min. 2-inch Trisotech G, Trisotech !"RFIA(BG)' 12- | Min. L-inch bas.e |nsu|.'.=1t|on BP-CA1l or One or more BP- BP-CAl or
S-1 steel; 6 ft span; CGF o Trisotech inch o.c. Coverboard: Min. 0.5-inch DensDeck LRFIA or LRFIA(BG) SBS-CA1 CA1 or SBS-CAL SBS-CAL -45.0*
#12 HWH Teks 5, (every other Prime or SECUROCK Gypsum-Fiber Roof !
6” o.c. deck flange) Board
. LRFIA or Additional Insulation Layer(s): (Optional)
gmg' 2; gza t\t/pel. LRFIA(BG), 12 Min. 1-inch base insulation Additional Layer(s): (Optional) One or
52 6lft sraai- #152 €€l Min. 2-inch Trisotech G, Trisotech inch o.c ! Coverboard: Min. 1-inch MonoBoard LRFIA or LRFIA(BG) BP-CA1l or m(?re BP-CAL or BP-CAl or 52.5*
' pan; ” CGF, Trisotech or H-Shield o Plus or Min. 2-inch TopRock DD Plus (no Coverboard: LRFIA or | SBS-CA1 ’ SBS-CA1 :
HWH Teks 5, 6 (every other } . - P—— SBS-CA1
extrapolation permitted for ribbon LRFIA(BG), 6-inch o.c.
o.c. deck flange)
attachment)
Min. 22 ga., type LRFIA or Additional Insulation Layer(s): (Optional)
B, Grade 40 steel; . ) . ) LRFIA(BG), 12- | Min. 1-inch base insulation
S-3. 6 ft span; #12 ?Glg'jr-?r?:ozfstem G, Trisotech inch o.c. Coverboard: Min. 0.5-inch DensDeck LRFIA or LRFIA(BG) gg;(_:é\:lor None Eg;_:?:lor -60.0*
HWH Teks 5, 6” (every other Prime or SECUROCK Gypsum-Fiber Roof
o.c. deck flange) Board
g’”g' 2; ggb’ t\t/pel LRFIA or Additional Insulation Layer(s): (Optional)
rade 80 steel; ; - B .
’ ’ LRFIA(BG), 12- Min. 1-inch b lat
6 ft span; #12 Min. 2-inch Trisotech G, Trisotech . (BG), n. Q"¢ as.e nsua '|on LRFIA or LRFIA(BG), BP-CA1l or BP-CA1l or
S-4. X X inch o.c. Coverboard: Min. 0.25-inch DensDeck R None -75.0*
HWH Teks 5 with CGF or Trisotech p Ay . . 6-inch o.c. SBS-CA1 SBS-CA1
%" washers, 6” (every other Prime or SECUROCK Gypsum-Fiber Roof
o.c. deck flange) Board
g/”g' 2; gga t\t/pel LRFIA or Additional Insulation Layer(s): (Optional)
rade 80 steel; ; ; - 3
’ ’ - Min. 1- |
6 ft span; #12 Min. 1.5-inch Trisotech G, LRFIZBSIG in. 1-incRgase insulation LRFIA or LRFIA(BG), | BP-CA1or BP-CA1 or
S-5. . . . inch o.c. Coverboard: Min. 0.25-inch DensDeck R None -75.0*
HWH Teks 5 with Trisotech CGF or Trisotech - . 6-inch o.c. SBS-CA1 SBS-CA1
%" washers, 6” (every deck Prime or SECUROCK Gypsum-Fiber Roof
o.c. flange) Board
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 22 ga., type . . ! N LRFIA or .
. Min. 1.5-inch Trisotech G, Trisotech ” . . . (Optional) One or
B, Grade 40 steel; | (¢ Trisotech, H-Shield, Multi-Max | v A(B6), 12- | Additional nsulation Laver(s): (Optional) |\ pn o (FRiA(BG), | BP-CAG orSBS- | more BP-CA1, BP- | BP-CAL BP
S-6. 6 ft span; #12 FA3 or Stvrofoam Brand Roofmate inch o.c. (every | Min. 1-inch base insulation 12-inch o.c CAG CA6, SBS-CA1 or CA®6, SBS-CA1 -52.5
HWH Teks 5, 6” ; J ! other deck Coverboard: Min. 0.125-inch TremBoard AC - ’ or SBS-CA6
Highload 60 or Plazamate E— SBS-CA6
o.c. flange)
Min. 22 ga., type LRFIA or Additional Insulation Layer(s): (Optional) . .
. ’ - - . Additional Layer(s): (Optional) One or
B, Grade d0steel; | \yy 2.inch Trisotech G, Trisotech LRFIA(BG), 12- ) Min. Linch base insulation LRFIA or LRFIA(BG) BP-CAG or SBS- | more BP-CAL BP- | o- cn BP
S-7. 6 ft span; #12 R X inch o.c. (every | Coverboard: Min. 0.5-inch Structodek HD CA®6, SBS-CA1 -60.0
” CGF, Trisotech, H-Shield TR . Coverboard: LRFIA or CA6 CA6, SBS-CA1 or
HWH Teks 5, 6 other deck with Primed Red Coating or DEXcell FA ———— or SBS-CA6
LRFIA(BG), 6-inch o.c. SBS-CA6
o.c. flange) Glass Mat Roof Board
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SySTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
ac| ac|
No. (Note 1) Type Type Base PI Pl Cap PI (psf)
yp (Notes 6,7,8) yp (Notes 6,7,8) Y Y PFly
Min. 22 ga., type LREIA or Ad'ditio'nal Insulat.ion Layer(sl: (Optional) N 4
B. Grade 40 steel: LRFIA(BG), 12- Min. 1-inch base insulation Additional Layer(s): (Optional) One or BP-CAL BP-
o8 6,ft PR ! Min. 2-inch Trisotech G, Trisotech inch o.c ((;ver Coverboard: Min. 1-inch MonoBoard Plus LRFIA or LRFIA(BG) BP-CA6 or SBS- | more BP-CA1, BP- CAG SB,S»CAl -60.0*
’ pan; ” CGF, Trisotech, H-Shield . ¥ or Min. 2-inch TopRock DD Plus (no Coverboard: LRFIA or CA6 CA6, SBS-CA1 or , ’
HWH Teks 5, 6 other deck . . . o O or SBS-CA6
extrapolation permitted for ribbon LRFIA(BG), 6-inch o.c. SBS-CA6
o.c. flange)
attachment)
Additional Insulation L (s): (Optional
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech LRFIA 12-inch Minl ll(?ir:ihr;)saus: ilr?srljlaat\iljrr\ s): (Optional)
B, Grade 40 steel; CGF, Trisotech, ISOGARD GL, Multi- oc (e’ver Covérboard- Min. 0.5-inch DensDetkPrime BP-CAG or SBS- (Optional) One or BP-CA1, BP-
S-9. 6 ft span; #12 Max FA3, ISOGARD CG, UltraMax or " M p— T " | LRFIA more BP-CA6 or CA®6, SBS-CA1 -60.0
” . other deck SECUROCK Gypsum-Fiber Roof Board or CA6
HWH Teks 5, 6 Styrofoam Brand Roofmate, Highload . SBS-CA6 or SBS-CA6
o 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
o 7/16-inch DEXcell Cement Roof Board
Additional Insulation L (s): (Optional
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech LRFIA(BG), 12- Minl f;ihlsaus: ifsr:“ai\i’j; s): (Optional)
B, Grade 40 steel; CGF, Trisotech, H-Shield, ISOGARD inch o.c (éver Cov;arboard- Min. 0.5-inch DensDeck Prime BP-CA6 or SBS- (Optional) One or BP-CA1, BP-
S-10. 6 ft span; #12 GL, ISOGARD CG, UltraMax or o Yy | Loverboarc: . " | LRFIA(BG) more BP-CA6 or CA®6, SBS-CA1 -60.0
” . other deck SECUROCK Gypsum-Fiber Roof Board or CA6
HWH Teks 5, 6 Styrofoam Brand Roofmate, Highload R SBS-CA6 or SBS-CA6
o 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
o 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type . . . .
Min. 2-inch Trisotech G, Trisotech LRFIA or
B, Grade 80 steel; X ’ . Min. 0.5-inch SECUROCK Gypsum-Fiber .
F, T h, | ARD GL, Multi- LRFIA(BG), 12- | BP-CA1, BP-
6 ft span; #12 CGF, Trisotech, ISOGARD GL, Multi LRFIA(BG), Roof Board or SECUROCK Cement Roof LRFIA or LFRIA(BG), BP-CAG or SBs- | (OPtional) One or CAL
S-11. . Max FA3, ISOGARD CG, UltraMax or inch o.c. (every . X . more BP-CA6 or CA®6, SBS-CA1 -75.0
HWH Teks 5 with X Board or min. 7/16-inch DEXcell Cement 12-inch o.c. CA6
” ” Styrofoam Brand Roofmate, Highload | other deck SBS-CA6 or SBS-CA6
%" washers, 6 Roof Board
oc 60 or Plazamate flange)
g/"g'r;jegzb' z‘t’é’; Min. 0.5-inch DensDeck Prime, Min. | LRFIA or
6’ft span: two (2)' 0.25-inch SECUROCK Gypsum-Fiber LRFIA(BG), 12- BP-CA6 or SBS- (Optional) One or BP-CA1, BP-
S-12. #12 I-F|)W|-l| Teks5 Roof Board, Min. 0.5-inch SECUROCK inch o.c. (every None N/A CAG more BP-CA6 or CA®6, SBS-CA1 -97.5
. ” Cement Roof Board or min. 7/16-inch | other deck SBS-CA6 or SBS-CA6
with %” washers,
6" o.c DEXcell Cement Roof Board flange)
itional Insulation Layer(s): (Optional
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech - Ad.dltlo.na nsu at.lon a\./er s): (Optional)
B, Grade 40 steel; . . LRFIA, 12-inch Min. 1-inch base insulation A
6 ft span; two (2) CGF, Trisotech, ISOGARD GL, Multi- o.c. (ever c board: Min. 0 5-inch DensDeck Pri BP-CA6 or SBS- (Optional) One or BP-CA1, BP-
5-13. pan; Max FA3, ISOGARD CG, UltraMax or <. evary ~overboard: Min. 9.0-inch Densueck Frime, | peja, 6-inch o.c. more BP-CA6 or CA6, SBS-CAL 975
#12 HWH Teks 5 . other deck SECUROCK Gypsum-Fiber Roof Board or CA6
. ” Styrofoam Brand Roofmate, Highload . SBS-CA6 or SBS-CA6
with %” washers, 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
6” o.c. 7/16-inch DEXcell Cement Roof Board
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NEmoO | etc.e

TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SySTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
No. (Note 1) Type ac Type ac Base Ply Ply Cap Ply sf
(Notes 6,7,8) (Notes 6,7,8)
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech Ad'dltlo'nal Insulatilon Layer(sl: (Optional)
B, Grade 40 steel; . . LRFIA(BG), 12- Min. 1-inch base insulation .
6 ft span; two (2) CGF, Trisotech, H-Shield, ISOGARD inch o.c. (ever C board: Min. 0 5-inch DensDeck Pri BP-CA6 or SBS- (Optional) One or BP-CA1, BP-
s-14. pan; GL, ISOGARD CG, UltraMax or ‘¢levery | ~overnoard: Min. U.o-Inch DensDeck Prime, | | geia(pG), 6-inch o.c. more BP-CA6 or CA6, SBS-CA1 975
#12 HWH Teks 5 Styrofoam Brand Roofmate. Highload other deck SECUROCK Gypsum-Fiber Roof Board or CA6 SBS-CAG or SBS-CA6
with %” washers, 60yor Plazamate »Hig flange) SECUROCK Cement Roof Board or min.
6” o.c. 7/16-inch DEXcell Cement Roof Board
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 22 ga., type . . . . LRFIA or
Min. 1.5-inch Trisotech G, Trisotech . ] . . .
B Grade 40steel; | (oo i otech, Hoshield, Multi-Max | -~ A(BG), 12- | Additional Insulation Layer(s): (Optional) LRFIA or LFRIA(BG), BP-CAS or sps- | (OPtionall Oneor | oo 1 ops.
S-15. 6 ft span; #12 FA3 or Stvrofoam Brand Roofmate inch o.c. (every | Min. 1-inch base insulation 12-inch o.¢ CAS more BP-CAS5 or CAS -52.5
HWH Teks 5, 6” ] 4 ’ other deck Coverboard: Min. 0.125-inch TremBoard AC < SBS-CAS
Highload 60 or Plazamate
o.c. flange)
Min. 22 ga., type LRFIA or - A . -
N N .
B, Grade 40 steel; . ' . ' LRFIA(BG), 12- Aqdltlopal Insulatllon Layer(s) (Optional) Additional Layer(s) (Optional) One or
516 6 ft span: #12 Min. 2-inch Trisotech G, Trisotech inch o.c. (ever Min. 1-inch base insulation LRFIA or LRFIA(BG) BP-CAS or SBS- more BP-CAS or BP-CAS or SBS- 60.0
: pan; " CGF, Trisotech, H-Shield o Y | Coverboard: Min. 0.5-inch Structodek HD Coverboard: LRFIA or CA5 CA5 ’
HWH Teks 5, 6 other deck Y., . N . v SBS-CAS
with Primed Red Coating LRFIA(BG), 6-inch o.c.
o.c. flange)
i Additi I lation L : i | .
BMI(Z. Zj ga' t\t/pel- tzi:i(cé;s) 12 Mdi:'tll?ir;achlsat;:ti:)srzjlaat\i/jr:m " Additional Layer(s): (Optional) One or
, 2race 87 Steeh | Min. 2-inch Trisotech G, Trisotech | ’ ' i LRFIA or LRFIA(BG) P BP-CAS or .
S-17. 6 ft span; #12 . X inch o.c. Coverboard: Min. 1-inch MonoBoard (no SBS-CAS5 more BP-CA5 or -60.0
HWH T ” CGF, Trisotech or H-Shield - . . . Coverboard: LRFIA or SBS-CA5
eks 5, 6 (every other extrapolation permitted for ribbon 7LRFIA(BG) 6uinch o.c SBS-CA5
o.c. deck flange) attachment) ’ -
. LRFIA or Additional Insulation Layer(s): (Optional)
g’l'g' 2; gz(')’ t\t/pel. LRFIA(BG), 12 Min. 1-inch base insulation Additional Layer(s): (Optional) One or
18 G’ft zaai- #1; el Min. 2-inch Trisotech G, Trisotech inch o.c ! Coverboard: Min. 1-inch MonoBoard LRFIA or LRFIA(BG) BP-CAS5 or mgre BP-CAS or BP-CAS5 or -60.0*
’ HWHpTeI;s 5 & CGF, Trisotech or H-Shield w .o.ther Plus or Min. 2-inch TopRock DD Plus (no | Coverboard: LRFIA or | SBS-CA5 SBS-CAS SBS-CA5 ’
’ y extrapolation permitted for ribbon LRFIA(BG), 6-inch o.c.
o.c. deck flange)
attachment)
itional Insulation L. (s): ional
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech ) Ad.dltlo.na 04 at.lon a\./er s): (Optional)
. ) LRFIA, 12-inch Min. 1-inch base insulation X
B, Grade 40 steel; CGF, Trisotech, ISOGARD GL, Multi- R . . (Optional) One or
o.c. (every Coverboard: Min. 0.5-inch DensDeck Prime, BP-CAS or SBS- BP-CAS or SBS-
S-19. 6 ft span; #12 Max FA3, ISOGARD CG, UltraMax or PE——— . LRFIA more BP-CAS or -60.0
” \ other deck SECUROCK Gypsum-Fiber Roof Board or CAS CAS
HWH Teks 5, 6 Styrofoam Brand Roofmate, Highload . SBS-CA5
o.c 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
- 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech Ad.d|t|o.nal Insulat.lon Layer(s): (Optional)
. . LRFIA(BG), 12- Min. 1-inch base insulation .
B, Grade 40 steel; CGF, Trisotech, H-Shield, ISOGARD X . . . (Optional) One or
inch o.c. (every | Coverboard: Min. 0.5-inch DensDeck Prime, BP-CAS or SBS- BP-CAS or SBS-
S-20. 6 ft span; #12 GL, ISOGARD CG, UltraMax or P —— . LRFIA(BG) more BP-CAS or -60.0
” . other deck SECUROCK Gypsum-Fiber Roof Board or CAS CA5
HWH Teks 5, 6 Styrofoam Brand Roofmate, Highload X SBS-CA5
oc 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
- 7/16-inch DEXcell Cement Roof Board
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ PEER-TRM-006.B.R20 for FL20325-R22 (HVHZ)
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SySTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
No. (Note 1) Type ac Type ac Base Ply Ply Cap Ply sf
(Notes 6,7,8) (Notes 6,7,8)
Min. 22 ga., type . . . .
B, Grade 80 steel; C'\/lG”}l '?'r!l:(:?eILIS?StchhA(F;{,[)TgEOtMeﬁni— tﬁi::(g;i) 12- Min. 0.5-inch SECUROCK Gypsum-Fiber (Optional) One or
6 ft span; #12 ! ! ! . ! Roof Board or SECUROCK Cement Roof LRFIA or LFRIA(BG), BP-CAS5 or SBS- P BP-CAS5 or SBS-
S-21. . Max FA3, ISOGARD CG, UltraMax or inch o.c. (every . . . more BP-CAS or -75.0
HWH Teks 5 with . Board or min. 7/16-inch DEXcell Cement 12-inch o.c. CAS CA5
” ” Styrofoam Brand Roofmate, Highload | other deck SBS-CA5
%" washers, 6 Roof Board
oc 60 or Plazamate flange)
Min. 22 ga., type
B, Grade 80 steel; LRFIA or (Optional) One or
<22 6 ft span; #12 Min. 0.25-inch DensDeck, Deck Prime | LRFIA(BG), 6- None N/A BP-CAS5 or SBS- m:re BP-CAS or BP-CAS5 or SBS- 8.5
: HWH Teks 5 with or DEXcell FA Glass Mat Roof Board inch o.c. (every CA5 CA5 ’
” ” SBS-CA5
%" washers, 6 deck flange)
o.C.
Min. 22 ga., type . . . . - \ .
B. Grade 40 steel: Min. 2-inch Trisotech G, Trisotech LRFIA or Additional Insulation Layer(s): (Optional)
6 ft span; two (2) CGF, Trisotech, ISOGARD GL, Multi- !_RFIA(BG), 12- Min. 1-inch bas.e |nsu|at.|on LRFIA or LRFIA(BG), 6- BP-CAS5 or SBS- (Optional) One or BP-CAS or SBS-
S-23. Max FA3, ISOGARD CG, UltraMax or inch o.c. (every | Coverboard: Min. 0.25-inch DensDeck, . more BP-CAS or -82.5*
#12 HWH Teks 5 . Y N ! inch o.c. CA5 CA5
with %” washers Styrofoam Brand Roofmate, Highload | other deck Deck Prime or DEXcell FA Glass Mat Roof SBS-CAS
” ! 60 or Plazamate flange) Board
6” o.c.
g’“g'r:;egza ;zs;- Min. 2-inch Trisotech G, Trisotech LRFIA. 12-inch
Glft span: two (2)’ CGF, Trisotech, ISOGARD GL, Multi- o (e’ver Additional Insulation Layer(s): (Optional) (Optional) One or BP-CAS oF SBS-
S-24. pan; Max FA3, ISOGARD CG, UltraMax or " M Min. 1-inch base insulation LRFIA, 6-inch o.c. SBS-CA5 more BP-CAS or -97.5
#12 HWH Teks 5 . other deck . ) ) CA5
S Styrofoam Brand Roofmate, Highload Coverboard: Min. 0.5-inch DensDeck Prime SBS-CA5
with %” washers, flange) =
" 60 or Plazamate
6” o.c.
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech . Ac!dltlopal Insulatllon Layeris[: (Optional)
B, Grade 40 steel; . . LRFIA, 12-inch Min. 1-inch base insulation .
CGF, Trisotech, ISOGARD GL, Multi- . ) (Optional) One or
6 ft span; two (2) o.c. (every Coverboard: Min. 0.5-inch SECUROCK . BP-CAS or SBS- BP-CAS or SBS-
S-25. Max FA3, ISOGARD CG, UltraMax or _— LRFIA, 6-inch o.c. more BP-CAS or -97.5
#12 HWH Teks 5 ot : other deck Gypsum-Fiber Roof Board or SECUROCK CAS CA5
L am yrofoam Brand Roofmate, Highload - X SBS-CAS
with %” washers, flange) Cement Roof Board or min. 7/16-inch
" 60 or Plazamate
6" o.c. DEXcell Cement Roof Board
gmg.éjfj(‘)’ zZS:I- Min. 2-inch Trisotech G, Trisotech LRFIA(BG), 12-
6’ft <pan: two (2)' CGF, Trisotech, H-Shield, ISOGARD inch o.c ((’aver Additional Insulation Layer(s): (Optional) (Optional) One or BP-CAS or SBS-
S-26. pan; GL, ISOGARD CG, UltraMax or y Y| Min. 1-inch base insulation LRFIA(BG), 6-inch o.c. SBS-CAS more BP-CA5 or -97.5
#12 HWH Teks 5 . other deck . . ) CAS
. ” Styrofoam Brand Roofmate, Highload Coverboard: Min. 0.5-inch DensDeck Prime SBS-CA5
with %” washers, flange) e
6" o 60 or Plazamate
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SySTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15
System Deck o P MDP
No. (Note 1) Type ac Type ac Base Ply Ply Cap Ply sf
Notes 6,7,8 Notes 6,7,8
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech Ad'dltlo'nal Insulatilon Layer(sl: (Optional)
B, Grade 40 steel; . . LRFIA(BG), 12- Min. 1-inch base insulation .
CGF, Trisotech, H-Shield, ISOGARD . . . (Optional) One or
6 ft span; two (2) inch o.c. (every | Coverboard: Min. 0.5-inch SECUROCK ) BP-CAS5 or SBS- BP-CAS5 or SBS-
S-27. GL, ISOGARD CG, UltraMax or - LRFIA(BG), 6-inch o.c. more BP-CAS or -97.5
#12 HWH Teks 5 . other deck Gypsum-Fiber Roof Board or SECUROCK CA5 CA5
. ” Styrofoam Brand Roofmate, Highload - X SBS-CA5
with %” washers, flange) Cement Roof Board or min. 7/16-inch
” 60 or Plazamate
6” o.c. DEXcell Cement Roof Board
5 Grade 40 sech
6’ft span: two (2)’ LRFIA(BG), 12- (Optional) One or BP-CAS or SBS-
S-28. pan; Min. 0.5-inch DensDeck Prime inch o.c. (every | None N/A SBS-CAS5 more BP-CAS5 or -112.5
#12 HWH Teks 5 CA5
. ” other deck SBS-CAS
with %” washers, flange)
6” o.c. g
g/“g'razjegja zzs:l Min. 0.25-inch SECUROCK Gypsum- | LRFIA or
6’ft span: two (2)’ Fiber Roof Board, Min. 0.5-inch LRFIA(BG), 12- (Optional) One or BP-CAS or SBS-
S-29. #12 I-’|)WI-,| Teks 5 SECUROCK Cement Roof Board or inch o.c. (every | None N/A SBS-CA5 more BP-CA5S or cAS -157.5
. ” min. 7/16-inch DEXcell Cement Roof other deck SBS-CAS
with %” washers,
” Board flange)
6” o.c.
HOT-ASPHALT-APPLIED BASE PLY:
Min. 22 ga., type . . . . LRFIA or
B, Grade 40 steel; Min. lf5 inch T”SOte.Ch G T”SPtECh LRFIA(BG), 12- Additional Insulation Layer(s): (Optional) (Optional) One or BP-CAL BP
CGF, Trisotech, H-Shield, Multi-Max X X N - " LRFIA or LFRIA(BG), AA, SBS-CA1,
S-30. 6 ft span; #12 FA3 or Styrofoam Brand Roofmate inch o.c. (every | Min. 1-inch base insulation 12-inch o.c BP-AA, SBS-AA more BP-AA, SBS- SBS-AA or APP- -52.5
HWH Teks 5, 6” ] 4 ! other deck Coverboard: Min. 0.125-inch TremBoard AC - AA or APP-TA
Highload 60 or Plazamate TA
o.c. flange)
Additional Insulation L (s): (Optional
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech ) * ! |o.na nsu'a .|on ayer s): (Optional)
. . LRFIA, 12-inch Min. 1-inch base insulation . BP-CA1, BP-
B, Grade 40 steel; CGF, Trisotech, ISOGARD GL, Multi- . Coverboard: Min. 0.5-inch DensDeck Prim (Optional) One or AA SBS-CAL
$31. | 6ftspan; #12 Max FA3, ISOGARD CG, UltraMaxor | oo t€verY corersoara: Wiin. A.5-inch Bensoeck Frime: | | rria BP-AA, SBS-AA | more BP-AA, SBS- : | -600
” . other deck SECUROCK Gypsum-Fiber Roof Board or SBS-AA or APP-
HWH Teks 5, 6 Styrofoam Brand Roofmate, Highload . AA or APP-TA
o 60 or Plazamate flange) SECUROCK Cement Roof Board or min. TA
o 7/16-inch DEXcell Cement Roof Board
Additional Insulation L (s): (Optional
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech * ! |o-na nslra .lon ayer s): (Optional)
. X LRFIA(BG), 12- Min. 1-inch base insulation . BP-CA1, BP-
B, Grade 40 steel; CGF, Trisotech, H-Shield, ISOGARD B 1 0.cqBuer Coverboard: Min. 0.5-inch DensDeck Prime (Optional) One or AA SBS-CAL
5-32. 6 ft span; #12 GL, ISOGARD CG, UltraMax or c.{every | Loverboard: Min. 0.o-1 'ME | LRFIA(BG) BP-AA, SBS-AA | more BP-AA, SBS- ' ’ 60.0
” K other deck SECUROCK Gypsum-Fiber Roof Board or SBS-AA or APP-
HWH Teks 5, 6 Styrofoam Brand Roofmate, Highload . AA or APP-TA
o 60 or Plazamate flange) SECUROCK Cement Roof Board or min. TA
o 7/16-inch DEXcell Cement Roof Board
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SySTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
ac| ac|
No. (Note 1) Type Type Base PI Pl Cap PI (psf)
yp (Notes 6,7,8) yp (Notes 6,7,8) Y Y PFly
. LREIA or Additional Insulation Layer(s): (Optional)
g/“g' 2; gj:a t\t/pel. LRFIA(BG), 12 Min. 1-inch base insulation Additional Layer(s): (Optional) One or BP-CA1, BP-
» orace &9 SteeL | Min. 2-inch Trisotech G, Trisotech | . ’ Coverboard: Min. 1-inch MonoBoard LRFIA or LRFIA(BG) P AA, SBS-CA1,
S-33. 6 ft span; #12 . K inch o.c. P BP-AA, SBS-AA | more BP-AA, SBS- -60.0*
” CGF, Trisotech or H-Shield Plus or Min. 2-inch TopRock DD Plus (no Coverboard: LRFIA or SBS-AA or
HWH Teks 5, 6 (every other ) . ) — ~pm— AA or APP-TA
extrapolation permitted for ribbon LRFIA(BG), 6-inch o.c. APP-TA
o.c. deck flange)
attachment)
Min. 22 ga., type . . . .
B, Grade 80 steel; | - Z-inch Trisotech G, Trisotech. LRFIA or Min. 0.5-inch SECUROCK Gypsum-Fiber ! BP-CAL, BP-
CGF, Trisotech, ISOGARD GL, Multi- LRFIA(BG), 12- (Optional) One or
6 ft span; #12 . Roof Board or SECUROCK Cement Roof LRFIA or LFRIA(BG), AA, SBS-CA1,
S-34. . Max FA3, ISOGARD CG, UltraMax or inch o.c. (every . . . BP-AA, SBS-AA more BP-AA, SBS- -75.0
HWH Teks 5 with X Board or min. 7/16-inch DEXcell Cement 12-inch o.c. SBS-AA or APP-
” ” Styrofoam Brand Roofmate, Highload | other deck AA or APP-TA
%" washers, 6 Roof Board TA
oc 60 or Plazamate flange)
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech . Aqdltlopal Insulatllon Layer(s): (Optional)
B, Grade 40 steel; X . LRFIA, 12-inch Min. 1-inch base insulation . BP-CA1, BP-
6 ft span; two (2) CGF, Trisotech, ISOGARD GL, Multi- o.c. (ever C board: Min. 0.5-inch DensDeck Pri (Optional) One or AA SBS-CAL
5-35. pan; Max FA3, ISOGARD CG, UltraMax or €. levery ~overovoard: Min. 9.0-inch Densueck Frime, | - pea 6-inch o.c. BP-AA, SBS-AA | more BP-AA, SBS- ' ’ 975
#12 HWH Teks 5 Styrofoam Brand Roofmate. Highload other deck SECUROCK Gypsum-Fiber Roof Board or AA or APP-TA SBS-AA or APP-
with %” washers, GOyor plazamate » Ig flange) SECUROCK Cement Roof Board or min. TA
6” o.c. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech Ad.dltlo.nal Insulat.lon Layeris[: (Optional)
B, Grade 40 steel; . X LRFIA(BG), 12- Min. 1-inch base insulation . BP-CA1, BP-
6 ft span; two (2) CGF, Trisotech, H-Shield, ISOGARD inch o.c. (ever C board: Min. 0.5-inch DensDeck Pri (Optional) One or AA SBS-CAL
5-36. pan; GL, ISOGARD CG, UltraMax or -¢.every ) Loverboard: Min. 0.>-inch Densveck Frime, | ) ppia(BG), 6-inch o.c. | BP-AA, SBS-AA | more BP-AA, SBS- ' ' 975
#12 HWH Teks 5 Styrofoam Brand Roofmate. Highload other deck SECUROCK Gypsum-Fiber Roof Board or AA o APP-TA SBS-AA or APP-
with %” washers, 6(;/or Plazamate - 1ig flange) SECUROCK Cement Roof Board or min. TA
6” o.c. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type Min. 0.25-inch SECUROCK Gypsum- LRFIA or
B, Grade 40 steel; Fiber Roof Board, Min. 0.5-inch . BP-CA1, BP-
6 ft span; two (2) DensDeck Prime or Min. 0.5-inch RFIEQ (Optional) One or AA, SBS-CA1,
37| #12HWHTeks5 | SECUROCK Cement Roof Board or 'c:'t;r;:’géc(ﬁ"ery None N/A BP-AA, SBS-AR e ii':?ASBS' sBs-AAor APP- | 07
with %” washers, min. 7/16-inch DEXcell Cement Roof or TA
»” flange)
6” o.c. Board
Min. 22 ga., type . . . . LRFIA or
Min. 1.5-inch Trisotech G, Trisotech . . .
; & - Additional Insulation Layer(s): (Optional
B, Grade 40steel; | (cc rrisotech, H-Shield, Multi-Max | R A(BG), 12 Iditional Insulation Laver(s): (Optional) LRFIA or LFRIA(BG), (Optional) SBS-AA,
S-38. 6 ft span; #12 FA3 or Styrofoam Brand Roofmate inch o.c. (every | Min. 1-inch base insulation 12-inch o.c SBS-AA SBS-TA SBS-TA -52.5
HWH Teks 5, 6” . Y 4 other deck Coverboard: Min. 0.125-inch TremBoard AC -
Highload 60 or Plazamate E—
o.c. flange)
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech ) Ad.d|t|o.nal Insulat.lon Layer(s): (Optional)
. . LRFIA, 12-inch Min. 1-inch base insulation
B, Grade 40 steel; CGF, Trisatech, IRRGARD GT(Qiull, o.c. (even Coverboard: Min. 0.5-inch DensDeck Prime, (Optional) SBS-AA
-39, 6 ft span; #12 Max FA3, ISOGARD CG, UltraMax or €. levery =overboard: vin. ©.>1 'M& | LRFIA SBS-AA P " | sBs-TA -60.0
” . other deck SECUROCK Gypsum-Fiber Roof Board or SBS-TA
HWH Teks 5, 6 Styrofoam Brand Roofmate, Highload X
oc 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
- 7/16-inch DEXcell Cement Roof Board
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SySTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
No. (Note 1) Type ac Type ac Base Ply Ply Cap Ply sf
(Notes 6,7,8) (Notes 6,7,8)
Additional Insulation L : (Optional
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech ’ ! |o'na nsy a.lon ayejﬂ (Optional)
" . LRFIA(BG), 12- Min. 1-inch base insulation
B, Grade 40 steel; CGF, Trisotech, H-Shield, ISOGARD inch o.c. (ever C board: Min. 0 5-inch DensDeck Pri (Optional) SBS-AA
$-40. 6 ft span; #12 GL, ISOGARD CG, UltraMax or ‘¢ levery | ~overnoard: Min. U.o-nch DensDeck Prime, | | o)A () SBS-AA P " | sBs-TA -60.0
” . other deck SECUROCK Gypsum-Fiber Roof Board or SBS-TA
HWH Teks 5, 6 Styrofoam Brand Roofmate, Highload ,
o 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
- 7/16-inch DEXcell Cement Roof Board
. LRFIA or Additional Insulation Layer(s): (Optional)
g’l'g' Zj gza t\t/pel. LRFIA(BG), 12 Min. 1-inch base insulation Additional Layer(s):
a1 e oo i1y | Min. 2-inch Trisotech G, Trisotech | = * == Coverboard: Min. 1-inch MonoBoard LRFIA or LRFIABG) | oo\ (Optional) SBS- | (oo 60.0*
’ HWHpTeI;s 5 6 CGF, Trisotech or H-Shield (ever .c>.ther Plus or Min. 2-inch TopRock DD Plus (no | Coverboard: LRFIA or AA, SBS-TA ’
’ y extrapolation permitted for ribbon LRFIA(BG), 6-inch o.c.
o.c. deck flange)
attachment)
Min. 22 ga., type . . . .
B, Grade 80 steel; 2/22 'T'r;ZS?eIESTSSI:GhA?{bTQEOtMeﬁ:li— tEi::(ng) 1p. | Min.05inch SECUROCK Gypsum-Fiber
6 ft span; #12 ! ! ! . ! Roof Board or SECUROCK Cement Roof LRFIA or LFRIA(BG), (Optional) SBS-AA,
S-42. R Max FA3, ISOGARD CG, UltraMax or inch o.c. (every . . . SBS-AA SBS-TA -75.0
HWH Teks 5 with . Board or min. 7/16-inch DEXcell Cement 12-inch o.c. SBS-TA
” ” Styrofoam Brand Roofmate, Highload | other deck
%" washers, 6 Roof Board
oc 60 or Plazamate flange)
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech . Ad.dltlo.nal Insulat.lon Layeris[: (Optional)
B, Grade 40 steel; . . LRFIA, 12-inch Min. 1-inch base insulation
6 ft span; two (2) CGF, Trisotech, ISOGARD GL, Multi- o.c. (every Coverboard: Min. 0.5-inch DensDeck Prime, (Optional) SBS-AA
S-43. #12 HWH Teks 5 21a:oigaB;':sBorSrzRgoco?Q;ltterama;:lg;d other deck SECUROCK Gypsum-Fiber Roof Board or LRFIA, 6-inch o.c. SBS-AA SBS-TA SBS-TA 975
with %” washers, Ggor Plazamate - 1ig flange) SECUROCK Cement Roof Board or min.
6” o.c. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech Ad.dltlo.nal Insulat.lon Layer(sl: (Optional)
B, Grade 40 steel; . . LRFIA(BG), 12- Min. 1-inch base insulation
6 ft span; two (2) CGF, Trisotech, H-Shield, [SQEERD inch o.c. (every | Coverboard: Min. 0.5-inch DensDeck Prime (Optional) SBS-AA
-44. ! L ARD | y - — e ’ LRFIA(B:! -inch o.c. BS-AA o BS-TA -97.
S-44 #12 HWH Teks 5 St ’r:fcc)) Sm Bracri" got;?r;?;" hioaq | other deck SECUROCK Gypsum-Fiber Roof Board or (BG), 6-incho.c. | SBS SBS-TA SBS 975
with %” washers, Ggor Plazamate - 1ig flange) SECUROCK Cement Roof Board or min.
6” o.c. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type Min. 0.25-inch SECUROCK Gypsum- LRFIA or
B, Grade 40 steel; Fiber Roof Board, Min. 0.5-inch LRFIA(BG), 12-
6 ft span; two (2) DensDeck Prime or Min. 0.5-inch . ! (Optional) SBS-AA,
545, #12 HWH Teks5 | SECUROCK Cement Roof Board or ::tch:’jéc(ﬁ"ery None N/A SBS-AR SBS-TA SBS-TA 97.5
with %” washers, min. 7/16-inch DEXcell Cement Roof
” flange)
6” o.c. Board
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SySTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
No. (Note 1) Type ac Type ac Base Ply Ply Cap Ply sf
(Notes 6,7,8) (Notes 6,7,8)
SEBS-APPLIED BASE PLY:
Min. 22 ga., type . . . . LRFIA or
Min. 1.5-inch Trisotech G, Trisotech
; ! - Additional Insulation L : (Optional
B, Grade 40 steel; | (oo 1icotech, H-shield, Multi-Max | -1 A(BG) 12 iditional Insulation Laver(s}: {Optional) LRFIA or LFRIA(BG), BP-SEBS or (Optional) BP-
S-46. 6 ft span; #12 FA3 or Stvrofoam Brand Roofmate inch o.c. (every | Min. 1-inch base insulation 12-inch o.c SBS-SEBS SEBS. SBS-SEBS SBS-SEBS -52.5
HWH Teks 5, 6” ; v ! other deck Coverboard: Min. 0.125-inch TremBoard AC - !
Highload 60 or Plazamate
o.c. flange)
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech ) Ad-dltlo-nal Insulatllon Laye_(_)r s): (Optional)
. ) LRFIA, 12-inch Min. 1-inch base insulation
B, Grade 40 steel; CGF, Trisotech, ISOGARD GL, Multi- o.c. (ever Coverboard: Min. 0.5-inch DensDeck Prime, BP-SEBS or (Optional) BP-
S-47. 6 ft span; #12 Max FA3, ISOGARD CG, UltraMax or " M p—— s " | LRFIA P SBS-SEBS -60.0
” . other deck SECUROCK Gypsum-Fiber Roof Board or SBS-SEBS SEBS, SBS-SEBS
HWH Teks 5, 6 Styrofoam Brand Roofmate, Highload R
o 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
o 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech Ad.dltlo.nal Insulatllon Layer(s): (Optional)
. . LRFIA(BG), 12- Min. 1-inch base insulation
B, Grade 40 steel; CGF, Trisotech, H-Shield, ISOGARD inch o.c. (ever C board: Min. 0.5-inch DensDeck Pri BP-SEBS or (Optional) BP-
S-48. | 6ftspan; #12 GL, ISOGARD CG, UltraMax or oo SVEIY | <OuEra0are: Mn. Sonch Denspeck FIMe: | LRFIA(BG) b SBS-SEBS -60.0
” . other deck SECUROCK Gypsum-Fiber Roof Board or SBS-SEBS SEBS, SBS-SEBS
HWH Teks 5, 6 Styrofoam Brand Roofmate, Highload R
o 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
- 7/16-inch DEXcell Cement Roof Board
. LRFIA of Additional Insulation Layer(s): (Optional)
g/“g' 2; g:a t\t/pell LRFIA(BG), 12 Min. 1-inch base insulation Additional Layer(s):
549 Glft ;;a:' #152 eel Min. 2-inch Trisotech G, Trisotech inch o.c ! Coverboard: Min. 1-inch MonoBoard LRFIA or LRFIA(BG) BP-SEBS or (Optional) BP- SBS-SEBS -60.0%
’ HWH Telés 5 6 CGF, Trisotech or H-Shield (ever .o-ther Plus or Min. 2-inch TopRock DD Plus (no Coverboard: LRFIA or | SBS-SEBS SEBS, SBS-SEBS :
’ ¥ extrapolation permitted for ribbon LRFIA(BG), 6-inch o.c.
o.c. deck flange)
attachment)
Min. 22 ga., type . . . .
B, Grade 80 steel; 2/'6"; ir'i:g?ems‘l’stgghgggioﬁc:‘ti_ tgi:ﬁ(‘;) 15, | Min. 0.5-inch SECUROCK Gypsum-Fiber
550 6 ft span; #12 Max, A3 ISOéARD G Ultrz:\Maux - inch o.c (éver Roof Board or SECUROCK Cement Roof LRFIA or LFRIA(BG), BP-SEBS or (Optional) BP- SBS-SEBS 75.0
: HWH Teks 5 with ! ! . [~ ¥ Board or min. 7/16-inch DEXcell Cement 12-inch o.c. SBS-SEBS SEBS, SBS-SEBS ’
” ” Styrofoam Brand Roofmate, Highload | other deck
%" washers, 6 Roof Board
oc 60 or Plazamate flange)
Min. 22 ga., type LRFIA or
B, Grade 40 steel; LRFIA(BG), 12-
6 ft span; two (2) . . . . ! BP-SEBS or (Optional) BP-
S-51. #12 HWH Teks 5 Min. 0.5-inch DensDeck Prime inch o.c. (every | None N/A SBS-SEBS SEBS, SBS-SEBS SBS-SEBS -97.5
. ” other deck
with 3%” washers, S
6” o.c. e
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SySTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
No. (Note 1) Type ac Type ac Base Ply Ply Cap Ply sf
(Notes 6,7,8) (Notes 6,7,8)
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech . Ad'dltlo'nal Insulatilon Layer(sl: (Optional)
B, Grade 40 steel; . . LRFIA, 12-inch Min. 1-inch base insulation
6 ft span; two (2) CGF, Trisotech, ISOGARD GL, Multi- o.c. (every Coverboard: Min. 0.5-inch DensDeck Prime, BP-SEBS or (Optional) BP:
-52. ' Max FA3, ISOGARD CG, UltraM o s VL " | LRFIA, 6-inch o.c. - § SBS-SEBS -97.5
5 #12 HWH Teks 5 XA, , DralViaxor: - iher deck SECUROCK Gypsum-Fiber Roof Board or IR SBS-SEBS SEBS, SBS-SEBS
. ” Styrofoam Brand Roofmate, Highload ,
with %” washers, 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
6” o.c. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech Ad.dltlo.nal Insulat.lon Layer(s[: (Optional)
B, Grade 40 steel; . . LRFIA(BG), 12- Min. 1-inch base insulation
6 ft span; two (2) CGF, Trisotech, H-Shield, ISOGARD inch o.c. (every | Coverboard: Min. 0.5-inch DensDeck Prime BP-SEBS or (Optional) BP.
-53. ' L, ISOGARD CG, Ultram o P ’ -inch o.c. ; § - -97.
553 H12HWHTeks5 | Cbr ISOGARD CG, UltraMax or other deck SECUROCK Gypsum-Fiber Roof Board or LRFIA(BG), E-incho.c. | ¢a crps SEBS, SBS-SEBS SBS-SEBS 975
. ” Styrofoam Brand Roofmate, Highload A
with %” washers, 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
6” o.c. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type LRFIA or
B, Grade 40 steel; LRFIA(BG), 12-
6 ft span; two (2) Min. 0.25-inch SECUROCK Gypsum- . ! BP-SEBS or (Optional) BP-
S-54. #12 HWH Teks5 | Fiber Roof Board inch o.c. (every | Neig N/A SBS-SEBS SEBS, SBS-SEBS SBS-SEBS 1575
K ” other deck
with %” washers, flange)
6” o.c. e
5, Grade 40 steel LRFIA o
6 ft span; two (2)’ Min. 0.5-inch SECUROCK Cement LRFIA(BG), 12- BP-SEBS or (Optional) BP-
S-55. #12 HWH Teks 5 Roof Board or min. 7/16-inch DEXcell inch o.c. (every | None N/A SBS-SEBS SEBS, SBS-SEBS SBS-SEBS -157.5
R ” Cement Roof Board other deck
with %” washers, flange)
6” o.c. e
TORCH-APPLIED BASE PLY:
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech ) Ad.d|t|o.nal Insulat.lon Laye_r(ﬂ: (Optional)
. . LRFIA, 12-inch Min. 1-inch base insulation
B, Grade 40 steel; | CGF, Trisotech, ISOGARD GL, Multi- |~ " "/ Coverboard: Min. 0.5-inch DensDeck Prim (Optional) APP-TA, | APP-TA, SBS-
$-56. | 6ftspan; #12 Max FA3, ISOGARD CG, UltraMax or | O \€V&™Y Corersoara: Viin. A.5-inch ensoeck Frime: | | rria APP-TA, SBS-TA | -0 ' ' -60.0
” . other deck SECUROCK Gypsum-Fiber Roof Board or SBS-TA TA
HWH Teks 5, 6 Styrofoam Brand Roofmate, Highload -
o 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
- 7/16-inch DEXcell Cement Roof Board
Additional Insulation L : (Optional
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech ; ! '°T‘a o ailon aye_r(gl (Optional)
. . LRFIA(BG), 12- Min. 1-inch base insulation
B, Grade 40 steel; CGF, Trisotech, H-Shield, ISOGARD inch o.c. (ever Coverboard: Min. 0.5-inch DensDeck Prime, (Optional) APP-TA, APP-TA, SBS-
s-57. 6 ft span; #12 GL, ISOGARD CG, UltraMax or ¢ {every | Loverboard: Min. 0.>-1 'M& | |RFIA(BG) APP-TA, SBS-TA | P g g -60.0
” . other deck SECUROCK Gypsum-Fiber Roof Board or SBS-TA TA
HWH Teks 5, 6 Styrofoam Brand Roofmate, Highload .
o 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
o 7/16-inch DEXcell Cement Roof Board
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SySTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
ac| ac|
No. (Note 1) Type Type Base PI Pl Cap PI (psf)
yp (Notes 6,7,8) yp (Notes 6,7,8) Y Y PFly
. LREIA or Additional Insulation Layer(s): (Optional)
g/“g' 2; gj:a t\t/pel LRFIA(BG), 12 Min. 1-inch base insulation Additional Layer(s):
rade 40 steel; . . . . -
’ ’ Min. 2-inch Trisotech G, Trisotech . ! Coverboard: Min. 1-inch MonoBoard LRFIA or LRFIA(BG) .
S-58. 6 ft span; #12 . ! inch o.c. = SBS-TA Optional) SBS-TA | SBS-TA -60.0*
HWHpTeks 5 6 CGF, Trisotech or H-Shield (every other Plus or Min. 2-inch TopRock DD Plus (no Coverboard: LRFIA or (Op )
’ v extrapolation permitted for ribbon LRFIA(BG), 6-inch o.c.
o.c. deck flange)
attachment)
Min. 22 ga., type . . . .
Min. 2-inch T hG, Tl h LRFIA
B, Grade 80 steel; | G"; Tr'i;';tec:sfstgz A?{b gio:\:ﬁm- (Rel A(cérG) 1. | Min. 0.5-inch SECUROCK Gypsum-Fiber
6 ft span; #12 ’ ' ’ ; ’ Roof Board or SECUROCK Cement Roof LRFIA or LFRIA(BG), (Optional) APP-TA, | APP-TA, SBS-
S-59. . Max FA3, ISOGARD CG, UltraMax or inch o.c. (every . . . APP-TA, SBS-TA -75.0
HWH Teks 5 with X Board or min. 7/16-inch DEXcell Cement 12-inch o.c. SBS-TA TA
” ” Styrofoam Brand Roofmate, Highload | other deck
%" washers, 6 Roof Board
oc 60 or Plazamate flange)
Min. 22 ga., type LRFIA or
B, Grade 40 steel;
6 ft span; two (2) LRFIA(BG), 12-
S-60. pan; Min. 0.5-inch DensDeck Prime inch o.c. (every | None N/A APP-TA (Optional) APP-TA APP-TA -97.5
#12 HWH Teks 5
. ” other deck
with %” washers, flange)
6” o.c. e
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech . Ad.dltlo.nal Insulat.lon Layeris[: (Optional)
B, Grade 40 steel; . . LRFIA, 12-inch Min. 1-inch base insulation
6 ftspan; two (2) | CCF Trisotech, ISOGARD GL, Multi- - "0 o Coverboard: Min. 0.5-inch DensDeck Prime (Optional) APP-TA, | APP-TA, SBS
-61. ’ Max FA3, ISOGARD CG, UltraM . ol " | LRFIA, 6-inch o.c. APP-TA, SBS-TA i e -97.
6 #12 HWH Teks 5 Sta:ofoam Brand RoofmateraHia}):IZ;d other deck SECUROCK Gypsum-Fiber Roof Board or 6-incho.c 58S SBS-TA TA 975
with %” washers, 6(;lor Plazamate + Nig flange) SECUROCK Cement Roof Board or min.
6” o.c. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech Ad.dltlo.nal Insulat.lon Layer(sl: (Optional)
B, Grade 40 steel; . . LRFIA(BG), 12- Min. 1-inch base insulation
6 ft span; two (2) CGF, Trisotech, H-Shield, LSQERRD inch o.c. (every | Coverboard: Min. 0.5-inch DensDeck Prime (Optional) APP-TA, APP-TA, SBS
-62. ’ GL, ISOGARD CG, UltraM ; ==—=——=c = W =" " | LRFIA(BG), 6-inch o.c. APP-TA, SBS-TA i el -97.
6 HL2HWHTeksS | o7 =200 = Ro;?m;’;o:" hloag | other deck SECUROCK Gypsum-Fiber Roof Board or (BG), 6-inch o.c SBS SBS-TA TA 975
with %” washers, GJor Plazamate - 1ig flange) SECUROCK Cement Roof Board or min.
6” o.c. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type LRFIA or
B, Grade 40 steel;
6 ft span; two (2) LRFIA(BG), 12-
S-63. pan; Min. 0.5-inch DensDeck Prime inch o.c. (every | None N/A SBS-TA (Optional) SBS-TA SBS-TA -112.5
#12 HWH Teks 5
. ” other deck
with %” washers, flange)
6” o.c. B
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NEmoO | etc.e
TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SySTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
ac| ac|
No. (Note 1) Type Type Base PI Pl Cap PI (psf)
yp (Notes 6,7,8) yp (Notes 6,7,8) Y Y PFly
B, Grade a0 sveeh LRFIA or
! . ! . . LRFIA(BG), 12- POWERply
S-64. 6 ftspan; two (2) | Min. 0.25-inch SECUROCK Gypsum inch o.c. (every | None N/A Standard (Optional) SBS-TA | SBS-TA 1575
#12 HWH Teks 5 Fiber Roof Board
. ” other deck Smooth HW
with %” washers, flange)
6” o.c. g
B, Grade a0 sveeh LRFIA or
GIft span: two (2)’ Min. 0.5-inch SECUROCK Cement LRFIA(BG), 12-
S-65. pan; Roof Board or min. 7/16-inch DEXcell inch o.c. (every | None N/A APP-TA (Optional) APP-TA APP-TA -157.5
#12 HWH Teks 5
. ” Cement Roof Board other deck
with %” washers, flange)
6” o.c. g
Min. 22 ga., type LRFIA or
B, Grade 40 steel; . .
6 ft span; two (2) Min. 0.5-inch SECUROCK Cement LRFIA(BG), 12-
S-66. pan; Roof Board or min. 7/16-inch DEXcell inch o.c. (every | None N/A SBS-TA (Optional) SBS-TA SBS-TA -157.5
#12 HWH Teks 5
. ” Cement Roof Board other deck
with %” washers,
6" o.c flange)

TABLE 2B: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE A-3: BONDED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck . Vap?r ] MDP
No. (Note 1) T Attach Primer Barrier T Attach B. Pl Pl Cap PI sf
: ype ac (Note 15) ype (Notes 6,7,8) ase Ty v ap Fly
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga. SECUROCK Gypsum- LRFIA or Trisotech G, Trisotech CGF, EnergyGuard
! Fiber Roof Board or . : : . (Optional) BP-CA1,
type B, Grade Vi e LRFIA(BG), (Optional) Base Ply Polyiso Insulation, Trisotech, H-Shield, LRFIA or BP-CAG 0 BP-CA6
in. 0.5-inc ) ptiona : . -CA6 or ne or more -CA6,
-67. ; - <. DGL, - )1 D CG, 52,
67 aosteel6ft | srcyROCK Cement L2inch0.c. sy pag SBS-TA ISOGARD GL, Multi-Max FA3, ISOGARD CG, 1| gy gG) | ses.ca6 | BP-CAGor ses-CAlor | 2
span; #12 HWH . (every other UltraMax or Styrofoam Brand Roofmate,
Teks 5. 6” o.c Roof Board or min. deck flange) iehload | SBS-CA6 SBS-CA6
, -C. 7/16-inch DEXcell 8 Highload 60 or Plazamate
Cement Roof Board Coverboard: Min. 0.125-inch TremBoard AC
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ PEER-TRM-006.B.R20 for FL20325-R22 (HVHZ)
Certificate of Authorization #32455 Tremco Modified Bitumen Roof Systems; (800) 562-2728 Revision 20: 08/12/2026

TOP OF APPENDIX Appendix 1, Page 37 of 135



NEmoO | etc.e
TABLE 2B: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE A-3: BONDED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck Primer I.\’,I:rpri(:r e Attach o
No. (Note 1) Type Attach Type ac Base Pl Pl Cap Pl sf
o (Note 15) ke (Notes 6,7,8) & v IR
Insulation Layer(s): One or more, min. 1-inch
T AVC Trisotech G, Trisotech CGF, EnergyGuard
Min. 22 ga., Min. 0.5-inch LRFIA or |v||rem:,o Polyiso Insulation, Trisotech, H-Shield, ISOGARD (Opti ) BP-CA1
type B, Grade DensDeck, DensDeck LRFIA(BG), 6- emorane GL, Multi-Max FA3, ISOGARD CG, UltraMax or ptiona ey
. X Primer or Tremco AVC K LRFIA or BP-CA6 or One or more BP-CA®6,
S-68. 40 steel; 6 ft Prime or SECUROCK inch o.c. Styrofoam Brand Roofmate, Highload 60 or -52.5
) Tremco AVC Max LRFIA(BG) SBS-CA6 BP-CA6 or SBS-CA1 or
span; #12 HWH | Gypsum-Fiber Roof (every deck Membrane Plazamate SBS-CAG SBS-CAG
Teks 5, 6” o.c. Board flange) Primer (WB) Coverboard: Min. 0.125-inch TremBoard AC or
min. 0.5-inch SECUROCK Gypsum-Fiber Roof
Board
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch
SECUROCK Gypsum- Trisotech G, Trisotech CGF, EnergyGuard
Min. 22 ga., . LRFIA or : . . : .
tvoe B. Grad Fiber Roof Board or il Polyiso Insulation, Trisotech, H-Shield, (Optional) BP-CAL,
<60 treeni bt | Min.0Sinch 12_inc(h 0)'c (Optional) Base Ply: | ISOGARD GL, Multi-Max FA3, ISOGARD CG, | LRFIA or BP-CAGor | Oneormore | BP-CAS, 75
’ ! SECUROCK Cement o ASTM D41 SBS-TA UltraMax or Styrofoam Brand Roofmate, LRFIA(BG) SBS-CA6 BP-CA6 or SBS-CA1 or ’
span; #12 HWH . (every other .
” Roof Board or min. Highload 60 or Plazamate SBS-CA6 SBS-CA6
Teks 5, 6” o.c. . deck flange)
7/16-inch DEXcell Coverboard: Min. 0.5-inch SECUROCK
Cement Roof Board Gypsum-Fiber Roof Board
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., SECUROCK Gypsum- LRFIA or Trisotech G, Trisotech CGF, EnergyGuard )
type B, Grade E/lll?er(;?gqf B}(])ard or LRFIA(BG), Base Ply: Polyiso Insulation, Trisotech, H-Shield, LRFIA or BP-CAS (OOpt|onaI) BP-CAS
5-70. 40 steel; 6 ft n. 9->7ine 12-incho.c. | None BP-CASor | ISOGARD GL, Multi-Max FA3, ISOGARD CG, ° “LA>or | Yne or more SO 5y
SECUROCK Cement LRFIA(BG) SBS-CAS BP-CAS or SBS-CA5
span; #12 HWH Roof Board o min (every other SBS-CAS UltraMax or Styrofoam Brand Roofmate, SBS-CAS
Teks 5, 6” o.c. 7/16-inch DEXcell deck flange) Highload 60 or Plazamate
Cement Roof Board Coverboard: Min. 0.125-inch TremBoard AC
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., SECUROCK Gypsum- LRFIA or Trisotech G, Trisotech CGF, EnergyGuard )
type B, Grade | N0 ROOTBONIOT | pip(pg), oo boceply. | POWVisoInsulation, Trisotech, H-Shield, RFIA opcas (OOF’“°“3') bpcas
s-71. 40 steel; 6 ft n. J>ne 12-ncho.c. | (Optional ase Fly: ISOGARD GL, Multi-Max FA3, ISOGARD CG, or - or ) Ine or more SO 555
SECUROCK Cement ASTM D41 SBS-TA LRFIA(BG) SBS-CAS BP-CAS or SBS-CA5
span; #12 HWH ;i (every other UltraMax or Styrofoam Brand Roofmate,
Teks 5. 6” o.c Roof Board or min. deck flange) Hiehload 60 | SBS-CAS
2 9% | 7/16-inch DEXcell 8 ighload 60 or Plazamate
Cement Roof Board Coverboard: Min. 0.125-inch TremBoard AC
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ PEER-TRM-006.B.R20 for FL20325-R22 (HVHZ)
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SYSTEM TYPE A-3: BONDED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

TABLE 2B: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck Primer I.\’,I:rpri(:r e Attach o
ac|
No. (Note 1) Type Attach Type Base Pl Pl Cap PI sf
o (Note 15) ke (Notes 6,7,8) & v IR
Insulation Layer(s): One or more, min. 1-inch
T AVC Trisotech G, Trisotech CGF, EnergyGuard
Min. 22 ga., Min. 0.5-inch LRFIA or erem;" Polyiso Insulation, Trisotech, H-Shield, ISOGARD (Optional)
embrane ) ptiona
- GL, Multi-Max FA3, ISOGARD CG, UltraM
type B, Grade DgnsDeck, DensDeck !"RFIA(BG)’ 6 Primer or Tremco AVC uttiviax ) hd LRFIA or BP-CAS5 or One or more BP-CAS or
S-72. 40 steel; 6 ft Prime or SECUROCK inch o.c. Styrofoam Brand Roofmate, Highload 60 or -52.5
) Tremco AVC Max LRFIA(BG) SBS-CAS BP-CAS or SBS-CAS
span; #12 HWH | Gypsum-Fiber Roof (every deck Plazamate
,, Membrane . . SBS-CA5
Teks 5, 6” o.c. Board flange) Primer (WB) Coverboard: Min. 0.125-inch TremBoard AC or
min. 0.5-inch SECUROCK Gypsum-Fiber Roof
Board
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch
SECUROCK Gypsum- Trisotech G, Trisotech CGF, EnergyGuard
Min. 22 ga., . LRFIA or : . . : .
8 Grod Fiber Roof Board or il Base Plv: Polyiso Insulation, Trisotech, H-Shield, (Optional)
<73 pype Srade | Min.0.5-inch LARABG), Preas. | ISOGARD GL, Multi-Max FA3, ISOGARD CG, | LRFIAor | BP-CASor | Oneormore | BP-CASor | .
’ ! SECUROCK Cement o one UltraMax or Styrofoam Brand Roofmate, LRFIA(BG) SBS-CAS BP-CAS or SBS-CA5 ’
span; #12 HWH i (every other SBS-CA5 .
” Roof Board or min. Highload 60 or Plazamate SBS-CA5
Teks 5, 6” o.c. . deck flange)
7/16-inch DEXcell Coverboard: Min. 0.5-inch SECUROCK
Cement Roof Board Gypsum-Fiber Roof Board
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch
SECUROCK Gypsum- Trisotech G, Trisotech CGF, EnergyGuard
Min. 22 ga., . LRFIA or : . . _Chi .
tvoe B Grad Fiber Roof Board or LRFIABG Polyiso Insulation, Trisotech, H-Shield, (Optional)
s7a rreeni e | Min.0Sinch 12-inc(h o)'c (Optional) Base Ply: | ISOGARD GL, Multi-Max FA3, ISOGARD CG, | LRFIA or BP-CASor | Oneormore | BP-CASor |
’ ! SECUROCK Cement o ASTM D41 SBS-TA UltraMax or Styrofoam Brand Roofmate, LRFIA(BG) SBS-CA5 BP-CAS or SBS-CA5 ’
span; #12 HWH . (every other .
" Roof Board or min. Highload 60 or Plazamate SBS-CA5
Teks 5, 6” o.c. . deck flange)
7/16-inch DEXcell Coverboard: Min. 0.5-inch SECUROCK
Cement Roof Board Gypsum-Fiber Roof Board
TORCH-APPLIED BASE PLY:
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, Trisotech,
Min. 22 ga., Min. 0.5-inch LRFIA or TR AVC ' IS0t ! .
¢ B Grad Densbeck DensDeck LRFIA(BG), 6 Membrane EnergyGuard Polyiso Insulation, H-Shield,
ype 5, brade ensJeck, Jens o ) " | Primer or Tremco AVC | ISOGARD GL, Multi-Max FA3, ISOGARD CG or LRFIA or (Optional)
S-75. 40 steel; 6 ft Prime or SECUROCK inch o.c. SBS-TA SBS-TA -52.5
) Tremco AVC Max UltraMax LRFIA(BG) SBS-TA
span; #12 HWH | Gypsum-Fiber Roof (every deck . .
Teks 5. 6” o.c Board flange) Membrane Coverboard: Min. 0.5-inch DEXcell FA Glass
! h e Primer (WB) Mat Roof Board or SECUROCK Gypsum-Fiber
Roof Board
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SYSTEM TYPE A-3: BONDED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

TABLE 2B: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck Primer I.\’,Iaarpr;)err e Attach o
No. (Note 1) Type Attach Type ac Base Pl Pl Cap Pl sf
o (Note 15) ke (Notes 6,7,8) & v IR
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch
. SECUROCK Gypsum- Trisotech G, Trisotech CGF, EnergyGuard
Min. 22 ga., Fiber Roof Board or LRFIA or Polyiso Insulation, Trisotech, H-Shield,
type B, Grade |\ o6k LRFIA(BG), Base Ply: ISOGARD GL, Multi-Max FA3, ISOGARD CG, | LRFIA or (Optional)
S-76. 40 steel; 6 ft 12-inch o.c. None BP-CAS or SBS-TA SBS-TA -67.5
SECUROCK Cement UltraMax LRFIA(BG) SBS-TA
span; #12 HWH . (every other SBS-CAS . _
Teks 5. 6” o.c. Roof Board or min. deck flange) Coverboard: Min. 0.5-inch DEXcell FA Glass
7/16-inch DEXcell Mat Roof Board or SECUROCK Gypsum-Fiber
Cement Roof Board Roof Board
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch
. SECUROCK Gypsum- Trisotech G, Trisotech CGF, EnergyGuard
l\/lm. ézéa'a Fiber Roof Board or t;ﬁ:: ng Polyiso Insulation, Trisotech, H-Shield,
<7y pype Srade | Min.0.5-inch LARAISS) | (optional) BasePly: | ISOGARD GL, Multi-Max FA3, ISOGARD CG, | LRFIAor | (oo (Optional) sBsTA o
: ! SECUROCK Cement o ASTM D41 SBS-TA UltraMax LRFIA(BG) SBS-TA :
span; #12 HWH . (every other . .
Teks 5. 6” o.c. Roof Board or min. deck flange) Coverboard: Min. 0.5-inch DEXcell FA Glass
7/16-inch DEXcell Mat Roof Board or SECUROCK Gypsum-Fiber
Cement Roof Board Roof Board

TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fastener Attach Attach MpP
No. (Note 1) Type b Note 17 Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., type Min. 1.5-inch Insulfation, Trisotech, Trisotech, H-Shield, ISOGARD GL,
B. Grade 33; steel Trisotech G, Multi-Max FA3, ISO§ARD CG, UltraMax or Styrofoam (Optional) One
578 o,r min. 2,500 psi Ener.gyGuard ) Note 2 1per2.0 | Brand Roofmate, Highload 60 or Plazamate LRFIA or BP-CAl or or more BP- BP-CAl or _45.0*
structura,l Poly|§o Insulation, —_— ft2 Coverboard: Min. 0.5-inch Structodek HD with Primed Red | LRFIA(BG) SBS-CA1 CA1 or SBS-CAL SBS-CA1
concrete H-Shield, ISOGARD Coating, min. 0.25-inch DensDeck Prime, DEXcell FA Glass
GL Mat Roof Board, SECUROCK Gypsum-Fiber Roof Board or
min. 0.5-inch SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Trisotech G, Trisotech CGF, Trisotech, ISOGARD CG or
Grade 40 steel; 6 ft ) . Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA or (Optional) One
5-79. span; #12 HWH Min. 2-inch Note 2 1per2.0 | ¢ overboard: Min. 0.25-inch DensDeck Prime, DEXcell FA | LRFIA(BG), 6-inch | or-cAL°" | or more BP- BP-CAL or 52.5
Teks 5, 6” o.c. or Trisotech G ft2 ; SBS-CA1 SBS-CA1
min. 2,500 psi Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof o.c. CA1 or SBS-CA1
structural concrete Board or min. 0.5-inch SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
astener ac acl
No. Note 1 Type Type Base PI Pl Cap PI sf
etz 1} yp (Note 11) (Note 17) u (Notes 6,7,8) W v i {psf)
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, | Trisotech G, Trisotech G, Trisotech CGF, EnergyGuard Polyiso Additional
Grade 40 steel; 6 ft ISOGARD GL, Tremco #14 HD Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max Layer(s): LRFIA or (Optional) One
580 span; #12 HWH ISOGARD CG, Multi- | Fastener with 1per2.0 | FA3,ISOGARD CG, UltraMax or Styrofoam Brand LRFIA(BG) BP-CA1l or orFr)'nore BP- BP-CAl or 52.5%
: Teks 5, 6” o.c. or Max FA3, Ultra-Max | Tremco 3” Metal ft2 Roofmate, Highload 60 or Plazamate Coverboard: LRFIA | SBS-CA1 CA1 or SBS-CA1 SBS-CA1 ’
min. 2,500 psi or Styrofoam Brand | Insulation Plate Coverboard: Min. 1-inch MonoBoard Plus or Min. 2-inch or LRFIA(BG), 6-
structural concrete Roofmate, Highload TopRock DD Plus (no extrapolation permitted for ribbon inch o.c.
60 or Plazamate attachment)
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 1.5-inch Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max
Min. 22 ga., type !n. ~=>-ine FA3, ISOGARD CG, UltraMax or Styrofoam Brand (Optional) One
Trisotech G, | BP-CA1, BP-
B, Grade 33 steel EnerevGuard 1 per 2.0 Roofmate, Highload 60 or Plazamate LRFIA or BP-CA6 or or more BP- CAG. SBS-
s-81. or min. 2,500 psi 24 ! Note 2 Per 251 Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5- CAL, BP-CA6, g -45.0%
Polyiso Insulation, - ft2 e . R . . LRFIA(BG) SBS-CA6 CA1 or SBS-
structural H-Shield. ISOGARD inch Structodek HD with Primed Red Coating, min. 0.25- SBS-CA1 or CAG
concrete GL ! inch DensDeck Prime, DEXcell FA Glass Mat Roof Board, SBS-CA6
SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch
SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
) Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Trisotech G, Trisotech CGF, Trisotech, ISOGARD CG or (Optional) One
Grade 40 steel; 6 ft . BP-CA1, BP-
. ) Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA or or more BP-
span; #12 HWH Min. 2-inch 1 per2.0 < . . . BP-CAG6 or CA®6, SBS-
S-82. ” . Note 2 Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA LRFIA(BG), 6-inch CA1, BP-CA®6, -52.5
Teks 5, 6” o.c. or Trisotech G - ft2 — R SBS-CA6 CA1 or SBS-
min. 2,500 psi Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof o.c. SBS-CA1 or CAG
structural concrete Board or min. 0.5-inch SECUROCK Cement Roof Board or SBS-CA6
min. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type B, (Optional)
Grade 40 steel; 6 ft i : : ; : BP-CAL, BP-
4 Additional Insulation Layer(s): (Optional) Min. 1-inch LRFIA or One or more
span; #12 HWH Min. 2-inch 1per2.0 —— ver(s): (Optional) BP-CAG or CA6, SBS-
SREL Teks 5, 6” o.c. or Trisotech G e 2 ft2 base insulation LFRIA(BG), 12- SBS-CA6 BP-CAL, BP- CA1 or SBS 525
min. 2'500 ;;s'i Coverboard: Min. 0.125-inch TremBoard AC inch o.c. CA6, SBS-CA1 CAG
structural concrete or SBS-CA6
Min. 22 ga., type B, Min. 0.5-inch (opti
Optional) One
Grade 40 steel; 6 ft SECUROCK 1 per 2.0 . . . LRFIA or BP-CAS or BP-CAS or
S-84. span; #12 HWH Gypsum-Fiber Roof Note 2 f2 Min. 0.5-inch SECUROCK Gypsum Fiber Roof Board LRFIA(BG) SBS-CAS or more BP SBS-CAS -52.5
T " CAS or SBS-CAS
eks 5, 6” o.c. Board
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fastener Attach Attach Mbe
No. (Note 1) Type I I Type Notes 6.7.8 Base Ply Ply Cap Ply sf
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 2-inch Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., type B, | Trisotech G, Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max Additional (Optional) One
Grade 40 steel at 6 ISOGARD GL, Tremco #14 HD with FA3, ISOGARD CG, UltraMax or Styrofoam Brand Layer(s): LRFIA or or more BP- BP-CA1, BP-
.85 ft spans; #12 HWH ISOGARD CG, Multi- Tremco 3” Metal 1per2.0 | Roofmate, Highload 60 or Plazamate LRFIA(BG) BP-CA6 or CAL BP-CAG CA®6, SBS- -60.0
: Teks 5, 6” o.c. or Max FA3, Ultra-Max Insulation Plate ft2 Coverboard: Min. 0.5-inch Structodek HD with Primed Red | Coverboard: LRFIA | SBS-CA6 SBS-,CAl or ’ CA1 or SBS- :
min. 2,500 psi or Styrofoam Brand Coating, DensDeck Prime, DEXcell FA Glass Mat Roof or LRFIA(BG), 6- CA6
structural concrete Roofmate, Highload Board, SECUROCK Gypsum-Fiber Roof Board or SECUROCK | inch o.c. SBS-CA6
60 or Plazamate Cement Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, | Trisotech G, Trisotech G, Trisotech CGF, EnergyGuard Polyiso Additional (Optional) One
Grade 40 steel at 6 ISOGARD GL, Tremco #14 HD with Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max Layer(s): LRFIA or or more BP- BP-CA1, BP-
536 ft spans; #12 HWH ISOGARD CG, Multi- Tremco 3” Metal 1per2.0 | FA3,ISOGARD CG, UltraMax or Styrofoam Brand LRFIA(BG) BP-CA6 or CAL BP-CAG CA®6, SBS- 60.0*
: Teks 5, 6” o.c. or Max FA3, Ultra-Max Insulation Plate ft2 Roofmate, Highload 60 or Plazamate Coverboard: LRFIA | SBS-CA6 SBS-,CAl or ! CA1 or SBS- :
min. 2,500 psi or Styrofoam Brand Coverboard: Min. 1-inch MonoBoard Plus or Min. 2-inch or LRFIA(BG), 6- SBS-CAG CA6
structural concrete Roofmate, Highload TopRock DD Plus (no extrapolation permitted for ribbon inch o.c.
60 or Plazamate attachment)
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Trisotech G, Trisotech CGF, Trisotech, ISOGARD CG or
Grade 33 steel; 6 ft . ) Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA or (Optional) One BP-CAL BP-
span; #12 HWH Min. 2-inch 1per 1.0 . . . . BP-CA6 or CA®6, SBS-
S-87. ” . Note 2 Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA LRFIA(BG), 6-inch or more BP- -67.5
Teks 5, 6” o.c. or Trisotech G I ft2 PP . SBS-CA6 CA1 or SBS-
min. 2,500 psi Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof o.c. CAG6 or SBS-CA6 CAG
structural concrete Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Dekfast DF-#15-PH3
with Dekfast PLT-R-
. 3, Tremco #1510 Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Min. 2-inch XHD Fastener with Trisotech G, Trisotech CGF, Trisotech, ISOGARD CG or LRFIA Obtional) O
588 gr:;aen?;;el-ll\i;: Trisotech G, Tremco 3-in. Ribbed 1per1.0 | Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA((I)BrG) 6-inch BP-CA6 or f)rf;ﬁf::gp_ne BP-CA6 or 975
: Teks 5 \A’Iith Y4-inch Trisotech CGF or Galvalume Plate, ft2 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK ! SBS-CA6 CA6 or SBS-CAG SBS-CA6 :
. b o.c. or
Trisotech Tremco #15 EHD Gypsum-Fiber Roof Board or SECUROCK Cement Roof

washers, 6” o.c.

with Tremco 3”
Metal Insulation
Plate

Board or min. 7/16-inch DEXcell Cement Roof Board
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER
ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

SYSTEM TYPE B-1: MECHANICALLY A

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fastener Attach Attach MoP
No. (Note 1) Type I —— Type Notes 6.7.8 Base Ply Ply Cap Ply sf
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 2-inch Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., type B, | Trisotech G, Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max (Optional) One
Grade 40 steel at 6 ISOGARD GL, Tremco #14 HD with FA3, ISOGARD CG, UltraMax or Styrofoam Brand or more BP- BP-CA1, BP-
589 ft spans; #12 HWH ISOGARD CG, Multi- Tremco 3” Metal 1per2.0 | Roofmate, Highload 60 or Plazamate Hot asphalt BP-CA6 or CAL BP-CAG CA®6, SBS- -60.0
: Teks 5, 6” o.c. or Max FA3, Ultra-Max Insulation Plate ft2 Coverboard: Min. 0.5-inch Structodek HD with Primed Red SBS-CA6 SBS-,CAl or ’ CA1 or SBS- :
min. 2,500 psi or Styrofoam Brand Coating, DensDeck Prime, DEXcell FA Glass Mat Roof CA6
structural concrete Roofmate, Highload Board, SECUROCK Gypsum-Fiber Roof Board or SECUROCK SBS-CA6
60 or Plazamate Cement Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
Min. 22 ga., type B, Min. 2-inch
Grade 33 steel; 6 ft | Trisotech G, Eﬁ?t;tilfr:iac‘;g (Optional) One | BP-CAL 8-
590 span; #12 HWH EnergyGuard in. Galvalume Steel 1 per Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Hot asphalt BP-CA6 or or more BP- CA®6, SBS- 750
: Tgks 5,6” o.c.or Polyiso Insulation, PI;—ate or 3 in. Ribbed 1.45 ft? Roof Board or SECUROCK Gypsum-Fiber Roof Board SBS-CA6 CA6 or SBS-CAG CA1 or SBS- !
min. 2,500 psi H-Shield, ISOGARD y CA6
structural concrete GL Galvalume Plate
Min. 22 ga., type B, Min. 2-inch
Grade 33 steel; 6 ft . . . BP-CA1, BP-
span; #12 HWH Trisotech G, . Tremco #}4 HD with 1 per Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat BP-CAG6 or (Optional) One CA6, SBS-
S-91. ” ISOGARD GL, Multi- | Tremco 3” Metal 4 Hot asphalt or more BP- -75.0
Teks 5, 6” o.c. or . 1.45 ft? Roof Board or SECUROCK Gypsum-Fiber Roof Board SBS-CA6 CA1 or SBS-
min. 2,500 psi Max FA3, ISOGARD Insulation Plate CAG6 or SBS-CA6 CA6
structural concrete CG’ UItra_MaX
POWERPLY ENDURE BIO ADHESIVE TF ADHESIVE APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
X . Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max
Min. 22 ga., type ?"ﬂ':o;fh'?h FA3, ISOGARD CG, UltraMax or Styrofoam Brand
B, Gr‘ade 33 stegl EnergyGuard 1per2.0 Roofmate, nghload 60 o.r Plazamate . LRFIA o BP-CAS or (Optional) One BP-CAS or
S-92. or min. 2,500 psi . . Note 2 Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5- or more BP- -45.0*
Polyiso Insulation, y— ft2 — ) ) . ) LRFIA(BG) SBS-CAS5 SBS-CAS5
structural H-Shield. ISOGARD inch Structodek HD with Primed Red Coating, min. 0.25- CAS or SBS-CAS
concrete aL ’ inch DensDeck Prime, DEXcell FA Glass Mat Roof Board,
SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch
SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Trisotech G, Trisotech CGF, Trisotech, ISOGARD CG or
Grade 40 steel; 6 ft . . Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA or (Optional) One
S-93. span; “13 HwWH M.m' 2-incR Note 2 Lper2.0 Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA LRFIA(BG), 6-inch BP-CAS or or more BP- BP-CAS or -52.5
Teks 5, 6” o.c. or Trisotech G . ft2 e E— . SBS-CAS5 SBS-CAS
min. 2,500 psi Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof o.c. CAS or SBS-CAS
structural concrete Board or min. 0.5-inch SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER
ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

SYSTEM TYPE B-1: MECHANICALLY A

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
astener ac acl r——
No. (Note 1) Type Type Base PI Pl Cap PI sf
yp (Note 11) (Note 17) u (Notes 6,7,8) W v i
Min. 22 ga., type B,
Grade 40 steel; 6 ft . . . . . .
4 Additional Insulation Layer(s): (Optional) Min. 1-inch LRFIA or
span; #12 HWH Min. 2-inch 1 per 2.0 , . ver(s): (Op ) Bp-cAs or | (OPtionallOne | op e oy
S-94. ” . Note 2 base insulation LFRIA(BG), 12- or more BP- -52.5
Teks 5, 6” o.c. or Trisotech G Ea— ft2 . . . SBS-CA5 SBS-CA5
min. 2,500 psi Coverboard: Min. 0.125-inch TremBoard AC inch o.c. CAS or SBS-CA5
structural concrete
Min. 22 ga., Type B, Min. 0.5-inch (Opti
Optional) One
Grade 40 steel; 6 ft SECUROCK 1 per2.0 . . . LRFIA or BP-CAS5 or BP-CAS5 or
S-95. span; #12 HWH Gypsum-Fiber Roof Note 2 f2 Min. 0.5-inch SECUROCK Gypsum Fiber Roof Board LRFIA(BG) SBS-CAS g/r_\;noreS:: xS SBS-CAS -52.5
Teks 5, 6” o.c. Board Oor 5B>-
Min. 2-inch
Min. 22 ga, type B, | Trisotech G, Additional Insulation Layer(s): (Optional) Min. 1-inch base Addriional
Grade 40 steel at 6 ISOGARD GL, . r . Layer(s): LRFIA or .
. Tremco #14 HD with insulation (Optional) One
ft spans; #12 HWH ISOGARD CG, Multi- Y 1per2.0 . . . . LRFIA(BG) BP-CAS5 or BP-CAS5 or
S-96. , Tremco 3” Metal Coverboard: Min. 0.5-inch Structodek HD with Primed Red or more BP- -60.0
Teks 5, 6” o.c. or Max FA3, Ultra-Max . ft2 - . Coverboard: LRFIA | SBS-CAS SBS-CAS5
min. 2,500 psi or Styrofoam Brand Insulation Plate Coating, DensDeck Prime or SECUROCK Cement Roof o LRFIA(BG), 6- CAS or SBS-CA5
structural concrete Roofmate, Highload Board or min. 7/16-inch DEXcell Cement Roof Board inch o.c.
60 or Plazamate
Min. 2-inch - . . . .
. Additional Insulation Layer(s): (Optional) Min. 1-inch .
Min. 22 ga, type B, | TrisotechG, Trisotech G, Trisotech CGF, EnergyGuard Polyiso Additional
Grade 40 steel at 6 ISOGARD GL, Tremco #14 HD Insulation 'i'risotech H—Shi,eld ISOGARD GL, Multi-Max Layer(s): LRFIA or (Optional) One
ft spans; #12 HWH ISOGARD CG, Multi- | Fastener with 1per2.0 ! . ! ’ LRFIA(BG) P BP-CAS5 or
S-97. ” ” FA3, ISOGARD CG, UltraMax or Styrofoam Brand SBS-CA5 or more BP- -60.0*
Teks 5, 6” o.c. or Max FA3, Ultra-Max | Tremco 3” Metal ft2 . Coverboard: LRFIA SBS-CA5
R . X Roofmate, Highload 60 or Plazamate —_— CAS or SBS-CA5
min. 2,500 psi or Styrofoam Brand | Insulation Plate : . . or LRFIA(BG), 6-
structural concrete Roof . Coverboard: Min. 1-inch MonoBoard (no extrapolation )
oofmate, Highload - . inch o.c.
permitted for ribbon attachment)
60 or Plazamate
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, | Trisotech G, Trisotech G, Trisotech CGF, EnergyGuard Polyiso Additional
Grade 40 steel at 6 ISOGARD GL, Tremco #14 HD Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max Layer(s): LRFIA or (Optional) One
508 ft spans; #12 HWH ISOGARD CG, Multi- | Fastener with 1per2.0 FA3, ISOGARD CG, UltraMax or Styrofoam Brand LRFIA(BG) BP-CA5S or orFr)nore BP- BP-CA5S or 60.0*
. Teks 5, 6” o.c. or Max FA3, Ultra-Max | Tremco 3” Metal ft2 Roofmate, Highload 60 or Plazamate Coverboard: LRFIA | SBS-CAS CAS or SBS-CAS SBS-CAS5 :
min. 2,500 psi or Styrofoam Brand Insulation Plate Coverboard: Min. 1-inch MonoBoard Plus or Min. 2-inch or LRFIA(BG), 6-
structural concrete | Roofmate, Highload TopRock DD Plus (no extrapolation permitted for ribbon inch o.c.
60 or Plazamate attachment)
Z”na 223353; tylpz ?t Additional Insulation Layer(s): (Optional) Min. 1-inch base
rade steel; . . .
’ . X insulation LRFIA or (Optional) One
span; #12 HWH Min. 2-inch 1per1.0 . . . . BP-CAS or BP-CA5 or
-99. : . 0.5- L| BG), 6- BP- -67.
S-99 Teks 5, 6” 0.c. or Trisotech G Note 2 i Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK RFIA(BG), 6-inch SBS-CAS or more BP SBS-CAS 67.5

min. 2,500 psi
structural concrete

Gypsum-Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board

o.c.

CAS or SBS-CAS
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
astener ac acl
No. Note 1 Type Type Base PI Pl Cap PI sf
{Note1) yp (Note 11) (Note 17) ve (Notes 6,7,8) ) v PLy (psf)
Min. 22 ga., type B, _?_A!n'3>lr;1c2 T #15 EHD Additional Insulation Layer(s): (Optional) Min. 1-inch
Grade 40 steel at 6 risotech 5, remco ” Trisotech G, Trisotech CGF, Trisotech, ISOGARD CG or LRFIA or (Optional) One
ft spans; two (2) ISOGARD CG or with Tremco 3 1perl3 . . BP-CAS or BP-CAS or
S-100. : Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 6-inch or more BP- -112.5
#12 HWH Teks 5 Styrofoam Brand Metal Insulation ft2 c board: Min. 0.5-inch SECUROCK G _Fiber Roof SBS-CAS5 CAS or SBS-CAS SBS-CAS5
with %-inch Roofmate, Highload | Plate Bove(; oard: Min. 0.5-inc ypsum-Fiber Roo o.c. or
washers, 6” o.c. 60 or Plazamate oar
HOT-ASPHALT-APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 1.5-inch Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max
Min. 22 ga., type 'n. L.o7inc FA3, ISOGARD CG, UltraMax or Styrofoam Brand (Optional) One
Trisotech G, . BP-CA1, BP-
B, Grade 33 steel EneravGuard 1per2.0 Roofmate, Highload 60 or Plazamate LRFIA or BP-AA or more BP- AA SBS-CAL
5-101. or min. 2,500 psi &Y . Note 2 PET 2% | Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5- . CA1, BP-AA, X " | -a5.0*
Polyiso Insulation, ft2 : A . . X LRFIA(BG) SBS-AA SBS-AA or
structural ) inch Structodek HD with Primed Red Coating, min. 0.25- SBS-CA1, SBS-
H-Shield, ISOGARD . N APP-TA
concrete 6L inch DensDeck Prime, DEXcell FA Glass Mat Roof Board, AA or APP-TA
SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch
SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
. Additional Insulation Laver(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Trisotech G, Trisotech CGF, Trisotech, ISOGARD CG or (Optional) One
Grade 40 steel; 6 ft . BP-CA1, BP-
) ) Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA or or more BP-
span; #12 HWH Min. 2-inch 1 per 2.0 . Y . . BP-AA, AA, SBS-CA1,
S-102. ” . Note 2 Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA LRFIA(BG), 6-inch CA1, BP-AA, -52.5
Teks 5, 6” o.c. or Trisotech G — ft2 P~ . SBS-AA SBS-AA or
min. 2,500 psi Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof o.c. SBS-CA1, SBS- APP-TA
structural concrete Board or min. 0.5-inch SECUROCK Cement Roof Board or AA or APP-TA
min. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type B, (Opti
ptional) One
Grade 40 steel; 6 ft o Additional Insulation Layer(s): (Optional) Min. 1-inch LRFIA or or more BP- BP-CAL BP-
span; #12 HWH Min. 2-inch 1 per2.0 . N BP-AA, AA, SBS-CA1,
S-103. ” . Note 2 base insulation LFRIA(BG), 12- CA1, BP-AA, -52.5
Teks 5, 6” o.c. or Trisotech G 2 ft2 . . . SBS-AA SBS-AA or
min. 2,500 psi Coverboard: Min. 0.125-inch TremBoard AC incho.c. SBS-CA1, SBS- APP-TA
structural concrete AA or APP-TA
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 2-inch Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., type B, | Trisotech G, Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max Additional (Optional) One
Grade 40 steel at 6 ISOGARD GL, Tremco #14 HD with FA3, ISOGARD CG, UltraMax or Styrofoam Brand Layer(s): LRFIA or or more BP- BP-CA1, BP-
5104 ft spans; #12 HWH ISOGARD CG, Multi- Tremco 3” Metal 1per2.0 | Roofmate, Highload 60 or Plazamate LRFIA(BG) BP-AA, CAL BP-AA AA, SBS-CA1, -60.0
: Teks 5, 6” o.c. or Max FA3, Ultra-Max Insulation Plate ft2 Coverboard: Min. 0.5-inch Structodek HD with Primed Red | Coverboard: LRFIA | SBS-AA SBS»,CAl SB,S» SBS-AA or :
min. 2,500 psi or Styrofoam Brand Coating, DensDeck Prime, DEXcell FA Glass Mat Roof or LRFIA(BG), 6- AA or AP’P—TA APP-TA
structural concrete | Roofmate, Highload Board, SECUROCK Gypsum-Fiber Roof Board or SECUROCK | inch o.c.
60 or Plazamate Cement Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
astener ac acl
No. Note 1 Type Type Base PI Pl Cap PI sf
etz 1} yp (Note 11) (Note 17) u (Notes 6,7,8) W v i {psf)
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, | Trisotech G, Trisotech G, Trisotech CGF, EnergyGuard Polyiso Additional (Optional) One
Grade 40 steel at 6 ISOGARD GL, Tremco #14 HD with Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max Layer(s): LRFIA or orF:nore BP BP-CA1, BP-
G ftspans; #12 HWH | ISOGARD CG, Multi- | - " 20" 1per2.0 | FA3,ISOGARD CG, UltraMax or Styrofoam Brand LRFIA(BG) BP-AA, CAL BPAA AA,SBS-CAL, | o
. Teks 5, 6” o.c. or Max FA3, Ultra-Max Insulation Plate ft2 Roofmate, Highload 60 or Plazamate Coverboard: LRFIA | SBS-AA SBS»,CAl SE:S» SBS-AA or :
min. 2,500 psi or Styrofoam Brand Coverboard: Min. 1-inch MonoBoard Plus or Min. 2-inch or LRFIA(BG), 6- AA oF AP’P—TA APP-TA
structural concrete Roofmate, Highload TopRock DD Plus (no extrapolation permitted for ribbon inch o.c.
60 or Plazamate attachment)
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Trisotech G, Trisotech CGF, Trisotech, ISOGARD CG or
Grade 33 steel; 6 ft i L ! (Optional) One | BP-CA1, BP-
span: #12 HWH Min. 2-inch 1per1.0 Styrofoam Bran-d Roof‘mate, Highload 69 or Plazamate LRFIA or - BP-AA, or more BP-AA, | AA, SBS-CAL,
S-106. ” . Note 2 Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA LRFIA(BG), 6-inch -67.5
Teks 5, 6” o.c. or Trisotech G EE— ft2 T . SBS-AA SBS-AA or APP- | SBS-AA or
min. 2,500 psi Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof o.c. T~ APP-TA
structural concrete Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 22 ga., type B, | Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Grade 40 steel at 6 Trisotech G, Tremco #15 EHD - - ver(s) .( P ) i (Optional) One | BP-CA1, BP-
R ” Trisotech G, Trisotech CGF, Trisotech, ISOGARD CG or LRFIA or
ft spans; two (2) ISOGARD CG or with Tremco 3 1perl3 . . BP-AA, or more BP-AA, | AA, SBS-CA1,
S-107. ; Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 6-inch -112.5
#12 HWH Teks 5 Styrofoam Brand Metal Insulation ft2 Coverboard: Min. 0.5-inch SECUROCK Gvbsum-Fiber Roof oc SBS-AA SBS-AA or APP- | SBS-AA or
with %-inch Roofmate, Highload | Plate ﬁ T yp o TA APP-TA
washers, 6” o.c. 60 or Plazamate oar
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 2-inch Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., type B, | Trisotech G, Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max (Optional) One
Grade 40 steel at 6 ISOGARD GL, Tremeco #124 ADMIth FA3, ISOGARD CG, UltraMax or Styrofoam Brand or more BP BP-CA1, BP-
5108 ft spans; #12 HWH ISOGARD CG, Multi- Tremco 3” Metal 1per2.0 | Roofmate, Highload 60 or Plazamate Hot asphalt BP-AA, CAL BP-AA AA, SBS-CA1, 60.0
. Teks 5, 6” o.c. or Max FA3, Ultra-Max Insulation Plate ft2 Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5-inch P SBS-AA SBS-,CAl SB,S- SBS-AA or :
min. 2,500 psi or Styrofoam Brand Structodek HD with Primed Red Coating, DensDeck Prime, AA or AF;P TA APP-TA
structural concrete Roofmate, Highload DEXcell FA Glass Mat Roof Board, SECUROCK Gypsum-
60 or Plazamate Fiber Roof Board or SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
. "I\'/rl'::otze-(l:;cg Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, ¢ Trisotech G, Trisotech CGF, EnergyGuard Polyiso Optional) One
ISOGARD GL, BP-CA1, BP
Grade 40 steel at 6 * | Tremco #14 HD with Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max or more BP- '
ft spans; #12 HWH ISOGARD CG, Multi- ” 1 per2.0 BP-AA, AA, SBS-CA1,
S-109. ” Tremco 3” Metal FA3, ISOGARD CG, UltraMax or Styrofoam Brand Hot asphalt CA1, BP-AA, -60.0*
Teks 5, 6” o.c. or Max FA3, Ultra-Max : ft2 . SBS-AA SBS-AA or
R X Insulation Plate Roofmate, Highload 60 or Plazamate SBS-CA1, SBS-
min. 2,500 psi or Styrofoam Brand . ) . . APP-TA
structural concrete . Coverboard: Min. 1-inch MonoBoard Plus or min. 2-inch AA or APP-TA
Roofmate, Highload
TopRock DD Plus
60 or Plazamate
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
astener ac acl
No. (Note 1) Type Type Base PI Pl Cap PI sf
yP (Note 11) (Note 17) yp (Notes 6,7,8) v v Y
Min. 22 ga., type B, Min. 2-inch
Grade 40 steel at 6 TriS(;tech G Tremco #14 HD with (Optional) One | BP-CA1, BP-
5110 ft spans; #12 HWH ISOGARD Gi_ Multi- | Tremeo 3” Metal 1per2.0 Min. 0.125-inch TremBoard AC or min. 0.5-inch Hot asphalt BP-AA, or more BP-AA, | AA, SBS-CA1, 675
: Teks 5, 6” o.c. or ! . ft2 Structodek HD with Primed Red Coating P SBS-AA SBS-AA or APP- | SBS-AA or .
. ) Max FA3, ISOGARD Insulation Plate
min. 2,500 psi TA APP-TA
structural concrete CG’ Ultra-Max
Min. 22 ga., type B, Min. 2-inch T #14 H
Grade 33 steel; 6 ft | Trisotech G, D:Jetmt\?ith Trer?\ac‘tl)y?, (Optional) One | BP-CA1, BP-
S111 span; #12 HWH EnergyGuard in galvalume Steel 1 per Min. 0.125-inch TremBoard AC or min. 0.25-inch Hot asphalt BP-AA, or more BP-AA, | AA, SBS-CA1, 75.0
. Teks 5, 6” o.c. or Polyiso Insulation, PI;—ate or 3 in. Ribbed 1.45 ft? DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board P SBS-AA SBS-AA or APP- | SBS-AAor !
min. 2,500 psi H-Shield, ISOGARD Galval .| TA APP-TA
structural concrete GL alvalume Plate
Min. 22 ga., type B, Min. 2-inch
Grade 33 steel; 6 ft - ) (Optional) One | BP-CA1, BP-
c11 span; #12 HWH Egg;e;g SL Multi I:Zzzg g}‘,‘wi?a‘l"”th lper | Min.0.125-inch TremBoard AC or min. 0.25-inch Hot asohalt BP-AA, ormore BP-AA, | AA,SBS-CAL |
: Teks 5, 6” o.c. or 4 . 1.45 ft2 DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board P SBS-AA SBS-AA or APP- | SBS-AAor :
. . Max FA3, ISOGARD Insulation Plate
min. 2,500 psi TA APP-TA
structural concrete CG, Ultra-Max
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 1.5-inch Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max
Min. 22 ga., type T .m't ) ;gc FA3, ISOGARD CG, UltraMax or Styrofoam Brand
B, Grade 33 steel E:Z? eéuar’d 1 0er 2.0 Roofmate, Highload 60 or Plazamate LRFIA or (Optional) One
S-113. or min. 2,500 psi ‘gy . Note 2 P ’ Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5- SBS-AA or more SBS- SBS-TA -45.0*
Polyiso Insulation, - ft2 v o 4 X . X LRFIA(BG)
structural H-Shield. ISOGARD inch Structodek HD with Primed Red Coating, min. 0.25- AA, SBS-TA
concrete GL ! inch DensDeck Prime, DEXcell FA Glass Mat Roof Board,
SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch
SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
) Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Trisotech G, Trisotech CGF, Trisotech, ISOGARD CG or
Grade 40 steel; 6 ft ) .
cpan: #12 HWH Min. 2-inch 1per2.0 Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA or (Optional) One
S-114. T’;ks ’5 6" o.c.or Trist;tech G Note 2 pftz ’ Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA LRFIA(BG), 6-inch SBS-AA or more SBS- SBS-TA -52.5
min 2'500 psn Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof o.c. AA, SBS-TA
5t|’uCt\:II’a| concrete Board or min. 0.5-inch SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type B,
Gradf’:&iiﬁhs ft T 2inch 1ver 2.0 Additional Insulation Layer(s): (Optional) Min. 1-inch LRFIA or (Optional) One
$-115. span; &2 N Note 2 Per<9 | base insulation LFRIA(BG), 12- SBS-AA or more SBS- SBS-TA 52,5
Teks 5, 6” o.c. or Trisotech G B~ ft2 . . .
Coverboard: Min. 0.125-inch TremBoard AC inch o.c. AA, SBS-TA

min. 2,500 psi
structural concrete
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fastener Attach Attach MoP
No. (Note 1) Type I I Type Notes 6.7.8 Base Ply Ply Cap Ply sf
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 2-inch Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., type B, | Trisotech G, Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max Additional
Grade 40 steel at 6 ISOGARD GL, . Tremco #14 HD with FA3, ISOGARP CG, UltraMax or Styrofoam Brand Layer(s): LRFIA or (Optional) One
s-116. ft spans; #12 HWH ISOGARD CG, Multi- Tremco 3” Metal 1per2.0 | Roofmate, Highload 60 or Plazamate LRFIA(BG) SBS-AA or more SBS- SBS-TA -60.0
Tgks 5,67 o.c: or Max FA3, Ultra-Max Insulation Plate ft2 Coverboard: Min. 0.5-inch Structodek HD with Primed Red | Coverboard: LRFIA AA SBS-TA
min. 2,500 psi or Styrofoam Brand Coating, DensDeck Prime, DEXcell FA Glass Mat Roof or LRFIA(BG), 6- ’
structural concrete Roofmate, Highload Board, SECUROCK Gypsum-Fiber Roof Board or SECUROCK | inch o.c.
60 or Plazamate Cement Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, | Trisotech G, Trisotech G, Trisotech CGF, EnergyGuard Polyiso Additional
Grade 40 steel at 6 ISOGARD GL, . Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max Layer(s): LRFIA or .
ftspans; #12 HWH | ISOGARD CG, Multi- | Jremeo #laHDwith | 5 o | FA3, ISOGARD CG, UltraMax or Styrofoam Brand LRFIA(BG) (Optional) One
S-117. ” Tremco 3” Metal A SBS-AA or more SBS- SBS-TA -60.0*
Teks 5, 6” o.c. or Max FA3, Ultra-Max Insulation Plate ft2 Roofmate, Highload 60 or Plazamate Coverboard: LRFIA AA SBS-TA
min. 2,500 psi or Styrofoam Brand Coverboard: Min. 1-inch MonoBoard Plus or Min. 2-inch or LRFIA(BG), 6- !
structural concrete Roofmate, Highload TopRock DD Plus (no extrapolation permitted for ribbon inch o.c.
60 or Plazamate attachment)
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Trisotech G, Trisotech CGF, Trisotech, ISOGARD CG or
Grad? 33 steel; 6 ft Min. 2-inch { 1.0 Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA or (Optional) One
5118, i’:(;‘s#tz S‘Q”lr Tr;:&;:ce Note 2 p?trz | coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA LRFIA(BG), 6-inch | SBS-AA ormore SBS- | SBS-TA 67.5
min. 2:500 psi Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof o.c. AA, SBS-TA
structural concrete Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 22 ga., type B, M.in. Z-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
gr:'de 49 steel at 6 Eggf;g S’G Tr.i:;o #15 E;,I,D 1 13 Trisotech G, Trisotech CGF, Trisotech, ISOGARD CG or LRFIA or (Optional) One
5-119. pans; two (2) or with fremco - PEr %3 | Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 6-inch | SBS-AA ormore SBS- | SBS-TA 1125
MAZ HWH Teks 5 Styrofoam Brand A" fe Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof o.c AA, SBS-TA
with %-inch Roofmate, Highload | Plate ——— T e ’
washers, 6” 0.c. 60 or Plazamate Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 2-inch Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., type B, | Trisotech G, Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max
| cens oot || ey | | PG sroonsond | e ||
e Teks 5, 6” o.c. or Max FA3, Ultra-Max |r1r:1n|1:tci)on Plae'chea ft2 Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5-inch otasphalt ) Z;_\msc;rseJA ) ) hae
min. 2,500 psi or Styrofoam Brand Structodek HD with Primed Red Coating, DensDeck Prime, ’
structural concrete Roofmate, Highload DEXcell FA Glass Mat Roof Board, SECUROCK Gypsum-
60 or Plazamate Fiber Roof Board or SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
astener ac acl
No. Note 1 Type Type Base PI Pl Cap PI sf
{Note1) yp (Note 11) (Note 17) ve (Notes 6,7,8) v v Y (psf)
) _Il\—/l.ln.tZ—lr;]cg Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, ISrgg/flsD G;. Trisotech G, Trisotech CGF, EnergyGuard Polyiso
:Strade 4_0;;3‘1'“&;: ISOGARD CGl Multi Tremco #14 HD with 1 per 2.0 Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max (Optional) One
S-121. Teslzagsé" oc. or Max FA3 Ultlra—Max Tremco 3” Metal pftz ’ FA3, ISOGARD CG, UltraMax or Styrofoam Brand Hot asphalt SBS-AA or more SBS- SBS-TA -60.0*
min 2'500 p5| or Styrof,oam Brand Insulation Plate Roofmate, Highload 60 or Plazamate AA, SBS-TA
structural concrete Roofmate, Highload Coverboard: Min. 1-inch MonoBoard Plus or min. 2-inch
! TopRock DD Plus
60 or Plazamate
Min. 22 ga., type B, Min. 2-inch
Grade 40 steel at 6 . . .
Trisotech G, Tremco #14 HD with . ) ) . (Optional) One
5-122. ?;é?%ﬁi”ﬁ'” ISOGARD GL, Multi- | Tremco 3” Metal 1 p?trZZ.O gf'r:cfozii::;mtr?::;agg :ec doéo'gl?r" G Hot asphalt SBS-AA or more SBS- SBS-TA 67.5
min 2'500 psn Max FA3, ISOGARD Insulation Plate 8 AA, SBS-TA
structural concrete CG, Ultra-Max
Z”na 22353'{ tylp: ?t "I\'/rlll:otze_ézcg Tremco #14 Heavy
rade 33 steel; ) . .
span; #12 HWH EnergyGuard F)uty with Tremco 3 1 per Min. 0.125-inch TremBoard AC or min. 0.25-inch (Optional) One
S-123. ” . . in. Galvalume Steel . . Hot asphalt SBS-AA or more SBS- SBS-TA -75.0
Teks 5, 6” o.c. or Polyiso Insulation, Plate or 3 in. Ribbed 1.45 ft2 DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board AA SBS-TA
min. 2,500 psi H-Shield, ISOGARD Galval -I ’
structural concrete GL alvalume Plate
Min. 22 ga., type B, Min. 2-inch
Grade 33 steel; 6 ft . . .
’ Trisotech G, Tremco #14 HD with . . ) . (Optional) One
sa2a. | P PO | iS0GARD 6L Multi- | Tremco 3 Metal 114‘;efrtz ll\nﬂel:;g;elcisr_’lr?;heTc:f?E?:%ar:g gf o ':L"r;qu‘izbs‘:r”;:o tBoard | Hotasphalt SBS-AA ormoreSBS- | SBS-TA -75.0
min 2'500 psn Max FA3, ISOGARD Insulation Plate ' P AA, SBS-TA
structural concrete | CG» Ultra-Max
SEBS-APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 1.5-inch Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max
Min. 22 ga., type N FA3, ISOGARD CG, UltraMax or Styrofoam Brand
B, Grade 33 steel Trisotech G, Roofmate, Highload 60 or Plazamate
- R E Guard 1 2.0 ! LRFIA BP-SEBS, Opti 1) BP-
$-125. or min. 2,500 psi nergyGuard Note 2 = Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5-inch or (Optional) SBS-SEBS -45.0*
Polyiso Insulation, ~S ft2 e . 1 L4 . . . K . LRFIA(BG) SBS-SEBS SEBS, SBS-SEBS
structural H-Shield. ISOGARD Structodek HD with Primed Red Coating, min. 0.25-inch
concrete 6L ! DensDeck Prime, DEXcell FA Glass Mat Roof Board,
SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch
SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
astener ac acl
No. (Note 1) Type Type Base PI Pl Cap PI sf
yP (Note 11) (Note 17) yp (Notes 6,7,8) v v Y
) Additional Insulation Layer(s): (Optional) Min. 1-inch
g/“n(‘j Ziga.t’ tyr: ?t Trisotech G, Trisotech CGF, Trisotech, ISOGARD CG or
rade steel; .
! . . Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA or .
; #12 HWH Min. 2-inch 1 2.0 ! BP-SEBS, Optional) BP-
5-126. span; #12 IN- 2-inc Note 2 pet Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA | LRFIA(BG), 6-inch (Optional) SBS-SEBS 52,5
Teks 5,6” o.c. or Trisotech G e ft2 - . SBS-SEBS SEBS, SBS-SEBS
min. 2,500 psi Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof o.c.
structx;ral concrete Board or min. 0.5-inch SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type B,
Grade 40 steel; 6 ft i : : ; :
4 Additional Insulation Layer(s): (Optional) Min. 1-inch LRFIA or
span; #12 HWH Min. 2-inch 1per2.0 . N BP-SEBS, (Optional) BP-
S22 Teks 5, 6” 0.c. or Trisotech G Note 2 fe2 base insulation _ LFRIA(BG), 12 SBS-SEBS | SEBS, SBS-sEBS | S0 SEBS 52.5
min. 2,500 psi Coverboard: Min. 0.125-inch TremBoard AC incho.c.
structural concrete
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 2-inch Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., type B, | Trisotech G, Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max Additional
Grade 40 steel at 6 ISOGARD GL, Tremco #14 HD with FA3, ISOGARD CG, UltraMax or Styrofoam Brand Layer(s): LRFIA or
5128 ft spans; #12 HWH ISOGARD CG, Multi- Tremco 3” Metal 1per2.0 | Roofmate, Highload 60 or Plazamate LRFIA(BG) BP-SEBS, (Optional) BP- SBS-SEBS 60.0
: Teks 5, 6” o.c. or Max FA3, Ultra-Max Insulation Plate ft2 Coverboard: Min. 0.5-inch Structodek HD with Primed Red | Coverboard: LRFIA | SBS-SEBS SEBS, SBS-SEBS ’
min. 2,500 psi or Styrofoam Brand Coating, DensDeck Prime, DEXcell FA Glass Mat Roof or LRFIA(BG), 6-
structural concrete Roofmate, Highload Board, SECUROCK Gypsum-Fiber Roof Board or SECUROCK | inch o.c.
60 or Plazamate Cement Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, | Trisotech G, Trisotech G, Trisotech CGF, EnergyGuard Polyiso Additional
Grade 40 steel at 6 ISOGARD GL, Tremco #14 HD with Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max Layer(s): LRFIA or
5129 ft spans; #12 HWH ISOGARD CG, Multi- Tremco 3” Metal 1per2.0 | FA3,ISOGARD CG, UltraMax or Styrofoam Brand LRFIA(BG) BP-SEBS, (Optional) BP- SBS-SEBS 60.0*
: Teks 5, 6” o.c. or Max FA3, Ultra-Max Insulation Plate ft2 Roofmate, Highload 60 or Plazamate Coverboard: LRFIA | SBS-SEBS SEBS, SBS-SEBS :
min. 2,500 psi or Styrofoam Brand Coverboard: Min. 1-inch MonoBoard Plus or min. 2-inch or LRFIA(BG), 6-
structural concrete Roofmate, Highload TopRock DD Plus (no extrapolation permitted for ribbon inch o.c.
60 or Plazamate attachment)
) Additional Insulation Layer(s): (Optional) Min. 1-inch
g’“nc'j 22353; tylpz Et Trisotech G, Trisotech CGF, Trisotech, ISOGARD CG or
rade steel; .
! . . Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA or .
; #12 HWH Min. 2-inch 1perl.0 . BP-SEBS, Optional) BP-
5-130. span; #.2 in- o Note 2 g Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA LRFIA(BG), 6-inch (Optional) SBS-SEBS 67.5
Teks 5, 6” o.c. or Trisotech G ft2 X SBS-SEBS SEBS, SBS-SEBS
min. 2,500 psi Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof o.c.
structural concrete Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fastener Attach Attach MoP
No. etz 1} Type (Note 11) (Note 17) Type (Notes 6,7,8) Base Ply Ply Cap Ply (psf)
Min. 22 ga., type B, M_m' 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Grade 40 steel at 6 Trisotech G, Tr.emco #15 E'-,l,D Trisotech G, Trisotech CGF, Trisotech, ISOGARD CG or LRFIA or .
S-131. ft spans; two (2) ISOGARD CG or with Tremco.f& lperl3 Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 6-inch BP-SEBS, (Optional) BP- SBS-SEBS -112.5
#12 HWH Teks 5 Styrofoam Brand Metal Insulation ft2 Coverboard: Min. 0.5-inch SECUROCK G Fiber Roof SBS-SEBS SEBS, SBS-SEBS
with %-inch Roofmate, Highload | Plate —— o ypsum-Fiber Roo o-c.
washers, 6” o.c. 60 or Plazamate Board
Dekfast DF-#15-PH3
with PLT-R-3,
Tremco #1510 XHD
. Fastener with
Min. 22 ga., type B, Min. 2-inch Tremco 3 in.
Grade 80 steel at 6 Trisotech G Galvalume Steel 1per1.0 | Min.0.125-inch TremBoard AC or min. 0.5-inch DensDeck LRFIA or BP-SEBS, (Optional) BP-
S-132. ft spans; #12 HWH . e . " - LRFIA(BG), 4-inch . SBS-SEBS -135.0
Teks 5 with %-inch Trisotech, H-Shield Plate or 3 in. Ribbed ft2 Prime or SECUROCK Gypsum-Fiber Roof Board oc. SBS-SEBS SEBS, SBS-SEBS
washers, 6” o.c. or Multi-Max FA3 Galvalume Plate,
Tremco #15 EHD
with Tremco 3”
Metal Insulation
Plate
Min. 22 ga., type B, | ppin 2.inch Tremco #15 EHD LRFIA
5133 ?trsasaen?):;;el-ll\i;: Styrofoam Brand with Tremco 3” 1per1.0 | Min.0.125-inch TremBoard AC or min. 0.5-inch DensDeck LRFIA(OBrG) a-inch BP-SEBS, (Optional) BP- SBS-SEBS 1350
: Teks 5 v:/ith Y-inch Roofmate, Highload | Metal Insulation ft2 Prime or SECUROCK Gypsum-Fiber Roof Board oc. ! SBS-SEBS SEBS, SBS-SEBS :
washers, 6” o.c. 60 or Plazamate Plate
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 2-inch Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., type B, | Trisotech G, Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max
Grade 40 steel at 6 ISOGARD GL, . Tremco #14 HD with FA3, ISOGARP CG, UltraMax or Styrofoam Brand .
5134, ft spans; #12 HWH ISOGARD CG, Multi- Tremco 3” Metal 1per2.0 | Roofmate, Highload 60 or Plazamate Hot asphalt BP-SEBS, (Optional) BP- SBS-SEBS -60.0
Tgks 5,6” o.cz or Max FA3, Ultra-Max Insulation Plate ft2 Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5-inch SBS-SEBS SEBS, SBS-SEBS
min. 2,500 psi or Styrofoam Brand Structodek HD with Primed Red Coating, DensDeck Prime,
structural concrete | Roofmate, Highload DEXcell FA Glass Mat Roof Board, SECUROCK Gypsum-
60 or Plazamate Fiber Roof Board or SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
M!n. Zinch Additional Insulation Layer(s): (Optional) Min. 1-inch
Z”n& Ziga't, tvlpet E;' ;rsrgg::g gi_ Trisotech G, Trisotech CGF, EnergyGuard Polyiso
rade steel a - . . . _Chi DGL i
5135 ft spans; #12 HWH | ISOGARD CG, Multi- 1:222 gi‘llv:-elztt)a\llmh Lper2.0 IFT; I?;gg/x;rtl)s?::secﬂit?aﬁ/}l‘;ilg}l_ftc\)/(rscﬁfgar: érg/:éln e Hot asphalt BP-SEBS, | (Optional) BP- 1 opc ceps -60.0*
. Teks 5, 6” o.c. or Max FA3, Ultra-Max K ft2 y . ! SBS-SEBS SEBS, SBS-SEBS :
min. 2,500 psi or Styrofoam Brand Insulation Plate Roofmate, ngh‘load‘GO or Plazamate . .
structural concrete Roofmate, Highload Coverboard: Min. 1-inch MonoBoard Plus or min. 2-inch
TopRock DD Plus
60 or Plazamate
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER
ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

SYSTEM TYPE B-1: MECHANICALLY A

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
astener ac acl
No. (Note 1) Type Type Base PI Pl Cap PI sf
yp (Note 11) (Note 17) u (Notes 6,7,8) W v i
Min. 22 ga., type B, Min. 2-inch
Grade 40 steel at 6 . .
Trisotech G Tremco #14 HD with
ft spans; #12 HWH ’ . ” 1per2.0 Min. 0.125-inch TremBoard AC or min. 0.5-inch BP-SEBS, (Optional) BP-
- b ISOGARD GL, Multi- T 3” Metal X . . - -67.
5-136 Teks 5, 6” o.c. or s MU remcc? eta ft2 Structodek HD with Primed Red Coating Nt SBS-SEBS SEBS, SBS-SEBS SBS-SEBS 675
. ) Max FA3, ISOGARD Insulation Plate
min. 2,500 psi
structural concrete CG’ Ultra-Max
Min. 22 ga., type B, M!n. Z-inch Tremco #14 Heavy
Grade 33 steel; 6 ft | Trisotech G, Duty with Tremco 3
5137, span; #1% HWH Ener‘gyGuard ) in. Galvalume Steel 1 per Min. 0.125—|r.1ch TremBoard AC or min. 0.?5—|nch Hot asphalt BP-SEBS, (Optional) BP- SBS-SEBS 750
Teks 5, 6” o.c. or Polyiso Insulation, Plate or 3 in. Ribbed 1.45 ft2 DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board SBS-SEBS SEBS, SBS-SEBS
min. 2,500 psi H-Shield, ISOGARD Galval .|
structural concrete GL alvalume Plate
Min. 22 ga., type B, Min. 2-inch
Grade 33 steel; 6 ft . .
138 span; #12 HWH Egg;e;g SL Multi I:Zzzg g}‘,‘wi?a‘l"”th lper | Min.0.125-inch TremBoard AC or min. 0.25-inch Hot asohalt BP-SEBS, | (Optionall BP- | o (o .
: Teks 5, 6” o.c. or ! . 1.45 ft2 DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board P SBS-SEBS SEBS, SBS-SEBS :
min. 2,500 psi Max FA3, ISOGARD Insulation Plate
structural concrete CG, Ultra-Max
TORCH-APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type Trisotech G, Trisotech CGF, Trisotech, ISOGARD CG or
B, Gr.ade 33 stee.l Min. 1.5-inch 1per2.0 Styrofoam Bran.d Roofmate, Highload 60'or Plazamate LRFIA or APP-TA, (Optional) APP- | APP-TA, SBS-
S-139. or min. 2,500 psi Trisotech G Note 2 2 Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA LRFIA(BG) SBS-TA TA SBS-TA TA -45.0*
structural Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof !
concrete Board or min. 0.5-inch SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
. Additional Insulation Layer(s): (Optional) Min. 1-inch
g’“”a zi ga-' Wlpes 'fi Trisotech G, Trisotech CGF, Trisotech, ISOGARD CG or
rade 40 steel; 6 ft .
span; #12 HWH Min. 2-inch 1per2.0 Styrofoam Bran-d Roofn‘mte, Highload 60-or Plazamate LRFIA or - APP-TA, (Optional) APP- | APP-TA, SBS-
S-140. ” . Note 2 Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA LRFIA(BG), 6-inch -52.5
Teks 5, 6” o.c. or Trisotech G Ny ft2 - .. . SBS-TA TA, SBS-TA TA
min. 2,500 psi Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof o.c.
structural concrete Board or min. 0.5-inch SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
) ) Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 2-inch ’ " .
) Trisotech G Trisotech G, Trisotech CGF, EnergyGuard Polyiso Additional
g"'”a ziga't' tylpet E;' ISOGARD. Gi_ Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max Laver(s): LRFIA or
rade steel a -’ . _V_(_).
FA3, ISOGARD CG, UltraMm Styrof Brand .
ftspans #12 HWH | ISOGARD CG, Multi- | €m0 #1aHDwith =) o 5 : raviax or styrotoam Sran LRFIA(BG) APP-TA, (Optional) APP- | APP-TA, SBS-
S-141. ” Tremco 3” Metal Roofmate, Highload 60 or Plazamate -60.0
Teks 5, 6” o.c. or Max FA3, Ultra-Max K ft2 . i . Coverboard: LRFIA | SBS-TA TA, SBS-TA TA
] ; Insulation Plate Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA e o
min. 2,500 psi or Styrofoam Brand ) or LRFIA(BG), 6-
structural concrete Roof ) Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof .
oofmate, Highload . . incho.c.
Board or SECUROCK Cement Roof Board or min. 7/16-inch
60 or Plazamate
DEXcell Cement Roof Board

ONEMO ETC, LLC

Certificate of

Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ
Tremco Modified Bitumen Roof Systems; (800) 562-2728

TOP OF APPENDIX

PEER-TRM-006.B.R20 for FL20325-R22 (HVHZ)
Revision 20: 08/12/2026
Appendix 1, Page 52 of 135




TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
astener ac acl
No. (Note 1) Type Type Base PI Pl Cap PI sf
yp (Note 11) (Note 17) u (Notes 6,7,8) W v i {psf)
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, | Trisotech G, Trisotech G, Trisotech CGF, EnergyGuard Polyiso Additional
Grade 40 steel at 6 ISOGARD GL, Tremco #14 HD with Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max Layer(s): LRFIA or
5142 ft spans; #12 HWH ISOGARD CG, Multi- Tremco 3” Metal 1per2.0 | FA3,ISOGARD CG, UltraMax or Styrofoam Brand LRFIA(BG) SBS-TA (Optional) SBS-TA -60.0*
. Teks 5, 6” o.c. or Max FA3, Ultra-Max Insulation Plate ft2 Roofmate, Highload 60 or Plazamate Coverboard: LRFIA SBS-TA ’
min. 2,500 psi or Styrofoam Brand Coverboard: Min. 1-inch Monoboard Plus or min. 2-inch or LRFIA(BG), 6-
structural concrete Roofmate, Highload TopRock DD Plus (no extrapolation permitted for ribbon inch o.c.
60 or Plazamate attachment)
) Additional Insulation Layer(s): (Optional) Min. 1-inch
g’“”a 223 fa'{ WIF’Z ?t' Trisotech G, Trisotech CGF, Trisotech, ISOGARD CG or
rade 33 steel; :
span; #12 HWH Min. 2-inch 1per10 | Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIAOr APP-TA, (Optional) APP- | APP-TA, SBS-
S-143. ” . Note 2 Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA LRFIA(BG), 6-inch -67.5
Teks 5, 6” o.c. or Trisotech G - ft2 - .o X SBS-TA TA, SBS-TA TA
min. 2,500 psi Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof o.c.
structural concrete Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 22 ga., type B, M,m' 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Grade 40 steel at 6 Trisotech G Tremco #15 EHD
rade steel a o . .
! Trisotech G, Trisotech CGF, Trisotech, ISOGARD CG .
ft spans; two (2) ISOGARD CG or with Tremco 3” lper1.3 | _/°Otecn®, TTisotec risotec or LRAIAoOr — APP-TA, (Optional) APP- | APP-TA, SBS-
S-144. ; Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 6-inch -112.5
#12 HWH Teks 5 Styrofoam Brand Metal Insulation ft2 Coverboard: Min. 0.5-inch SECUROCK Gvbsum-Fiber Roof oc SBS-TA TA, SBS-TA TA
with %-inch Roofmate, Highload | Plate ol AP yp -
washers, 6” 0.c. 60 or Plazamate oar
. . Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 2-inch ’ ’ )
) Trisotech G Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Z""c‘j ziga.t’ tvlpet 2 ISOGARD G;. Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max
rade steela -y .
FA3, ISOGARD CG, UltraMm Styrof Brand .
frspans; #12 HWH | ISOGARD CG, Multi- | Mo #1aHDwith ) o 5 5 : pelviax or styrotoam Bran APP-TA, (Optional) APP- | APP-TA, SBS-
S-145. ” Tremco 3” Metal Roofmate, Highload 60 or Plazamate Hot asphalt -60.0
Teks 5, 6” o.c. or Max FA3, Ultra-Max K ft2 . . . SBS-TA TA, SBS-TA TA
; . Insulation Plate Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA
min. 2,500 psi or Styrofoam Brand T .
structural concrete . Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof
Roofmate, Highload i .
60 or Plazamate Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
. _’I\_Ar::otz;;cg Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, ISOGARD Gi_ Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Grade 40 steel at 6 | Tremco #14 HD with Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max .
ft spans; #12 HWH ISOGARD CG, Multi- ” 1 per2.0 (Optional)
S-146. ” Tremco 3” Metal FA3, ISOGARD CG, UltraMax or Styrofoam Brand Hot asphalt SBS-TA SBS-TA -60.0*
Teks 5, 6” o.c. or Max FA3, Ultra-Max X ft2 . SBS-TA
min. 2,500 psi or Styrofoam Brand Insulation Plate Roofmate, Highload 60 or Plazamate
structural concrete Roofmate, Highload Coverboard: Min. 1-inch Monoboard Plus or min. 2-inch
TopRock DD Plus
60 or Plazamate
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
astener ac ac
No. Note 1 Type Type Base PI Pl Cap PI sf
etz 1} yp (Note 11) (Note 17) u (Notes 6,7,8) W v i
i Min. 2-inch
Min. 22 ga., type B, .|n inc Tremco #14 Heavy
Grade 33 steel; 6 ft | Trisotech G, Duty with Tremco 3
5147 span; #12 HWH EnergyGuard in galvalume Steel 1 per Min. 0.25-inch DensDeck Prime or DEXcell FA Glass Mat Hot asphalt APP-TA, (Optional) APP- | APP-TA, SBS- 750
. Teks 5, 6” o.c. or Polyiso Insulation, Pl.ate or 3 in. Ribbed 1.45 ft2 Roof Board P SBS-TA TA, SBS-TA TA !
min. 2,500 psi H-Shield, ISOGARD val -I
structural concrete GL Galvalume Plate
Min. 22 ga., type B, Min. 2-inch
Grade 33 steel; 6 ft . .
o148 span; #12 HWH Tsrggf;g S'L Multi I:Z:EE :}‘,‘wifa‘l"”th 1per | Min.0.25-inch DensDeck Prime or DEXcell FA Glass Mat \ _— APP-TA, (Optional) APP- | APP-TA,SBS- | __
’ Teks 5, 6” o.c. or 4 1.45 ft? Roof Board s SBS-TA TA, SBS-TA TA ’

min. 2,500 psi
structural concrete

Max FA3, ISOGARD
CG, Ultra-Max

Insulation Plate
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER
system B, Thermal Barrier — Vapor Barrier Insulation Layer(s) — Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) —— (Note 15) Type o Base Ply Ply Cap Ply (psf)
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Insulation Layer(s): One or more, min. 1-inch Trisotech
G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Min. 0.5-inch Base Ply: One Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, (Optional)
Min. 22 ga., De.nsDeck Tremco #15 EHD Fastener or two plies, IS.OGARD CG, UltraMax or Styrofoam Brand Roofmate, BP-CAL One or BP-CAL
5149 Type B, Prime or with Tremco 3” Metal 1per20 | po cap, sps- | Highload 60 or Plazamate W o orSBS- | more BP- or SBS- -45.0*
: Grade 40 SECUROCK Insulation Plate ft2 CA6 or ,SBS- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof LRFIA(BG) CA1 CA1 or SBS- CA1 ’
steel Gypsum-Fiber TA Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof CA1
Roof Board Board, Structodek HD with Primed Red Coating or
SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Tremco #15 EHD Fastener Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, (Optional)
Min. 22 ga., Min. 0.5-inch with Tr'emco 3” Metal AVC Primer IS‘OGARD CG, UltraMax or Styrofoam Brand Roofmate, BP-CA1 One or BP-CA1
$-150. Type B, SECUROCK Insulation Plate or ACE 1per2.0 followed by Highload 60 or Plazamate LRFIA or or SBS- more BP- or SBS- 45.0*
Grade 40 Gypsum-Fiber | #15 with ACE 3” BE ft2 AVC Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof LRFIA(BG) cAl CA1 or SBS- cAl
steel Roof Board Insulation Plate or ACE 3” Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof CA1
WW Insulation Plate Board, Structodek HD with Primed Red Coating or
SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Min. 0.5-inch Tremco #15 EHD Fastener AVC Primer or Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, (Optional)
Min. 22 ga., DensDeck with Tremco 3” Metal X ISOGARD CG, UltraMax or Styrofoam Brand Roofmate,
. . AVC Primer R BP-CAl Oneor BP-CAl
151, Type B, Prime or Insulation Plate or ACE 1per2.0 (WB) Highload 60 or Plazamate LRFIA or or SBS- more BP- or SBS- 45.0*
Grade 40 SECUROCK #15 with ACE 3” BE ft2 followed by Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof LRFIA(BG) CA1 CA1 or SBS- CA1
steel Gypsum-Fiber | Insulation Plate or ACE 3” AVC Max Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof CA1
Roof Board WW Insulation Plate Board, Structodek HD with Primed Red Coating or
SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Min. 22 ga., Tremco #15 EHD Fastener o Cgime"
Type B, Min. 0.5-inch | with Tremco 3” Metal QU by Insulation Layer(s): (Optional) One or more, min. 1-inch
Grade 40 . AVCor AVC . - . BP-CAl BP-CAl
5152, steel; 6 ft SECUROCK InsuIaFlon Plate”or ACE 1per2.0 Primer or AVC Trisotech G, Trls.otech (;GF or Trisotech ‘ LRFIA or or SBS- None or SBS- 525+
span: #12 Gypsum-Fiber | #15 with ACE 3" BE ft2 Primer (WB) Coverboard: Min. 0.5-inch DensDeck Prime or LRFIA(BG) CA1 CA1
HWH Teks 5 Roof Board Insulation Plate or ACE 3” followed b SECUROCK Gypsum Fiber Roof Board
, . ollowed by
6" o.c. WW Insulation Plate AVC Max
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BAR

IER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BON

DED ROOF COVER

NEmoO | etc.e

Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck Attach Vapor Barrier yer(s) Attach MDP
No. (Note 1) Type Fastener (Note 11 (Note 15) Type Base PI Pl Cap Pl (psf)
YR (Note 11) (Note 17) P (Notes 6,7,8) v v PLy
) Tremco #14 HD Fastener
Min. 22 ga., Min. 0.5-inch | with Tremco 3” Metal Base PIv: O Insulation Layer(s): One or more, min. 1-inch Trisotech
gypz B;m DensDeck Insulation Plate or of::/o yllies ne G, Trisotech CGF, EnergyGuard Polyiso Insulation, BP-CAL BP-CAL
s-153 stI:eI-eG it Prime or Dekfast DF-#14-PH3 with lperls8 BP—CA6p SB,S— Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, LRFIA or or SBS- None or SBS- -60.0*
: spant #12 SECUROCK Dekfast PLT-R-3 or ACE ft2 CA6 or ,SBS— ISOGARD CG or UltraMax LRFIA(BG) CAl CAl :
HWH,Teks 5 Gypsum-Fiber | #15 with ACE 3” BE TA Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber
6" o.c. " | Roof Board Insulation Plate or ACE 3” Roof Board
WW Insulation Plate
) Tremco #14 HD Fastener
_’I\_A'n‘ éz ga. with Tremco 3” Metal Base Ply: O Insulation Layer(s): One or more, min. 1-inch Trisotech
ype s, ] ) Insulation Plate or © PN€ | G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Grade 40 Min. 0.5-nch | ok fast DF-#14-PH3 with | 1per2.0 | © ™OPUS | Tricotech, H-shield, ISOGARD GL, Multi-Max FA3, LRFIA or BPCAL BPCAL
S-154. steel; 6 ft DensDeck BP-CA®6, SBS- or SBS- None or SBS- -67.5*
X . Dekfast PLT-R-3 or ACE ft2 ISOGARD CG or UltraMax LRFIA(BG)
span; #12 Prime ) ” CAG6 or SBS- ) ) ) CAl CAl
HWH Teks 5, #15 with ACE 3” BE TA Coverboard: Min. 0.5-inch DensDeck Prime or
6" o.c. Insulation Plate or ACE 3” SECUROCK Gypsum Fiber Roof Board
WW Insulation Plate
Min. 22 ga., Tremco #14 HD Fastener Base (P Insulation Layer(s): One or more, min. 1-inch Trisotech
'éypz B;m Min. 0.5-inch with Tremco 3” Metal of:ve\!/o yllies ne G, Trisotech CGF, EnergyGuard Polyiso Insulation, BP-CAL BP-CAL
rade SECUROCK Insulation Plate or ACE 1 per 2.0 P& Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, LRFIA or
S-155. steel; 6 ft X X " BP-CAS6, SBS- or SBS- None or SBS- -67.5*
. Gypsum-Fiber | #15 with ACE 3” BE ft2 ISOGARD CG or UltraMax LRFIA(BG)
span; #12 ) " CAG6 or SBS- . : ) CAl CAl
HWH Teks 5, Roof Board Insulation Plate or ACE 3 TA Coverboard: Min. 0.5-inch DensDeck Prime or
6" o.c. WW Insulation Plate SECUROCK Gypsum Fiber Roof Board
Min. 22 ga., Tremco #14 HD Fastener
Type B, Min. 0.5-inch with Tremco 3” Metal Insulation Layer(s): One or more, min. 1-inch Trisotech
Grade 40 DensDeck Insulation Plate or Base Fijgine G, Trisotech CGF, EnergyGuard Polyiso Insulation
steel; 6 ft . . or two plies, ' L . ! LRFIA or BP-CA1 BP-CA1
Prime or Dekfast DF-#14-PH3 with 1perl.3 Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3,
S-156. span, #12 BP-CA®6, SBS- LRFIA(BG), 6- or SBS- None or SBS- -75.0*
SECUROCK Dekfast PLT-R-3 or ACE ft2 ISOGARD CG or UltraMax .
HWH Teks 5 ) . " CAG6 or SBS- . ) ) inch o.c. CAl CAl1
with %” Gypsum-Fiber | #15 with ACE 3” BE TA Coverboard: Min. 0.5-inch DensDeck Prime or
washers, 6” Roof Board Insulation Plate or ACE 3” SECUROCK Gypsum Fiber Roof Board
o.c. WW Insulation Plate
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Additional Insulation Layer(s): Min. Trisotech G,
Tremco #12 DP Fastener Trisotech CGF, EnergyGuard Polyiso Insulation, (Optional)
Min. 0.5-inch or Tremco #14 HD Base Plv: O Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, Onpe or BP-CAL
Min. 22 ga., DensDeck Fastener with Tremco 3” ase y‘_ ne ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, !
, . or two plies, R BP-CA6 more BP- BP-CA6,
5157 type B, Prime or Metal Insulation Plate or 1per3.2 BP-CAG. SBS- Highload 60 or Plazamate LRFIA or or SBS- CAL BP- SBS-CAL 45.0*
: Grade 40 SECUROCK ACE #12 or ACE #15 with ft2 CA6 or ,SBS— Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) CA6 CAG’ SBS- or SBS- ’
steel Gypsum-Fiber | ACE 3” BE Insulation Plate TA inch DensDeck Prime, DEXcell FA Glass Mat Roof Board CAl‘or SBS- CA6
Roof Board or ACE 3” WW Insulation or SECUROCK Gypsum-Fiber Roof Board or SECUROCK CA6
Plate Cement Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
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NEmoO | etc.e
TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

system B, Thermal Barrier — Vapor Barrier Insulation Layer(s) — Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) I (Note 15) Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
Additional Insulation Layer(s): Min. Trisotech G,
Tremco #12 DP Fastener Trisotech CGF, EnergyGuard Polyiso Insulation, (Optional)
or Tremco #14 HD Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, One or BP-CA1
Min. 22 ga., Min. 0.5-inch Fastener with Tremco 3” . ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, !
. AVC Primer R BP-CA6 more BP- BP-CA®6,
5158, type B, SECUROCK Metal Insulation Plate or 1per3.2 followed by Highload 60 or Plazamate LRFIA or or SBS- CAL BP- SBS-CA1 45.0*
Grade 40 Gypsum-Fiber | ACE #12 or ACE #15 with ft2 AVC Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) CA6 CA6, SBS- or SBS-
steel Roof Board ACE 3” BE Insulation Plate inch DensDeck Prime, DEXcell FA Glass Mat Roof Board CAllor SBS- CAG
or ACE 3” WW Insulation or SECUROCK Gypsum-Fiber Roof Board or SECUROCK CA6
Plate Cement Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
Additional Insulation Layer(s): Min. 1-inch Trisotech G,
Tremco #12 DP Fastener Trisotech CGF, EnergyGuard Polyiso Insulation, (Optional)
Min. 0.5-inch or Tremco #14 HD AVC Primer or Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, One or BP-CA1
Min. 22 ga., DensDeck Fastener with Tremco 3” X ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, !
. . AVC Primer . BP-CA6 more BP- BP-CA®6,
5159, type B, Prime or Metal Insulation Plate or 1 per3.2 (WB) Highload 60 or Plazamate LRFIA or or SBS- CA1 BP- SBS-CAL 45,0
Grade 40 SECUROCK ACE #12 or ACE #15 with ft2 Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) !
X ” . followed by T N . CA6 CA®b, SBS- or SBS-
steel Gypsum-Fiber | ACE 3” BE Insulation Plate AVC Max inch DensDeck Prime, DEXcell FA Glass Mat Roof Board CA1 or SBS- CA6
Roof Board or ACE 3” WW Insulation or SECUROCK Gypsum-Fiber Roof Board or SECUROCK CA6
Plate Cement Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
Min. 22 ga., AVC Primer (Optional)
Type B, Min. 0.5-inch followed by m@(ﬂ: (Optional) O.ne or more, min. 1-inch One or BP-CA1,
Grade 40 SECUROCK Tremco #15 EHD Fastener 1per2.0 AVC or AVC Trisotech G, Trisotech CGF or Trisotech LRFIA or BP-CA6 more BP- BP-CA®6,
S-160. steel; 6 ft Gypsum-Fiber with Tremco 3” Metal f2 Primer or AVC | Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) or SBS- CA1l, BP- SBS-CA1l -52.5
span; #12 Roof Board Insulation Plate Primer (WB) inch DensDeck Prime or SECUROCK Gypsum Fiber Roof CA6 CA®6, SBS- or SBS-
HWH Teks 5, followed by Board CA1 or SBS- CA6
6" o.c. AVC Max CA6
Min. 0.5-inch
Min. 22 ga., DEXcell FA Insulation Layer(s): One or more, min. 1-inch Trisotech (Optional)
Type B, Glass Mat Tremco #14 HD Fastener G, Trisotech CGF, EnergyGuard Polyiso Insulation, One or BP-CA1,
Grade 40 Roof Board, with Tremco 3” Metal 1 pordls Base Ply: One | Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, LRFIA or BP-CA6 more BP- BP-CA6,
S-161. steel; 6 ft DensDeck Insulation Plate or pftz ’ or two plies, ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, LRFIA(BG) or SBS- CA1, BP- SBS-CA1 -60.0
span; #12 Prime or Dekfast DF-#14-PH3 with SBS-TA Highload 60 or Plazamate CA6 CA6, SBS- or SBS-
HWH Teks 5, | SECUROCK Dekfast PLT-R-3 Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber CAlorSBS- | CA6
6" o.c. Gypsum-Fiber Roof Board CA6
Roof Board
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER
system B, Thermal Barrier — Vapor Barrier Insulation Layer(s) — Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) —— (Note 15) Type o Base Ply Ply Cap Ply sf;
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Tremco #14 HD Fastener Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, (Optional) BP-CA1,
Grade 40 Min. 0.5-inch with Tremco 3” Metal 1per2.0 Base Ply: One | ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, LREIA or BP-CA6 One or BP-CA6,
S-162. steel; 6 ft DensDeck Insulation Plate or f2 ’ or two plies, Highload 60 or Plazamate LRFIA(BG) or SBS- more BP- SBS-CA1 -67.5
span; #12 Prime Dekfast DF-#14-PH3 with SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof CA6 CAG6 or SBS- or SBS-
HWH Teks 5, Dekfast PLT-R-3 Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof CA6 CA6
6”o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Min. 0.5-inch Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, (Optional) BP-CA1,
Grade 40 DEXcell FA Dekfast DF-#14-PH3 with 1per2.0 Base Plyf One IS.OGARD CG, UltraMax or Styrofoam Brand Roofmate, LREIA or BP-CA6 One or BP-CA6,
S-163. steel; 6 ft Glass Mat Dekfast PLT-R-3 f2 or two plies, Highload 60 or Plazamate LRFIA(BG) or SBS- more BP- SBS-CA1l -67.5
span; #12 SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof CA6 CA6 or SBS- or SBS-
HWH Teks 5, | Roof Board Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof CA6 CA6
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Min. 0.5-inch Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, (Optional) BP-CA1,
Grade 40 SECUROCK Tremco #14 HD Fastener 1 per 2.0 Base Ply: One ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, LRFIA or BP-CA6 One or BP-CA®6,
S-164. steel; 6 ft Gypsum-Fiber with Tremco 3” Metal f2 or two plies, Highload 60 or Plazamate LRFIA(BG) or SBS- more BP- SBS-CA1 -67.5
span; #12 Roof Board Insulation Plate SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof CA6 CA6 or SBS- or SBS-
HWH Teks 5, oorBoa Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof CA6 CA6
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
?’“"* EZ ga., Insulation Layer(s): One or more, min. 1-inch Trisotech
ype b, Min. 0.5-inch G, Trisotech CGF, EnergyGuard Polyiso Insulation, .
Grade 40 DensDeck Tremco #1448 QL Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, (Optional)
steel; 6 ft . with Tremco 3” Metal Base Ply: One LRFIA or BP-CA6 One or BP-CA6
Prime or . 1perl.3 . ISOGARD CG, UltraMax or Styrofoam Brand Roofmate,
S-165. span, #12 SECUROCK Insulation Plate or f2 or two plies, Highload 60 o Plazamate LRFIA(BG), 6- or SBS- more BP- or SBS- -90.0
HWH Teks 5 X Dekfast DF-#14-PH3 with SBS-TA . . . inch o.c. CA6 CAG6 or SBS- CA6
with %” Gypsum-Fiber Dekfast PLT-R-3 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK CA6
washers, 6” Roof Board Gypsum Fiber Roof Board or SECUROCK Cement Roof
o.c. Board or min. 7/16-inch DEXcell Cement Roof Board
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER
system B, Thermal Barrier — Vapor Barrier Insulation Layer(s) — Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) —— (Note 15) Type o Base Ply Ply Cap Ply (psf)
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Additional Insulation Layer(s): Min. 1-inch Trisotech G,
Tremco #12 DP Fastener Trisotech CGF, EnergyGuard Polyiso Insulation,
Min. 0.5-inch or Tremco #14 HD Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, .
Min. 22 ga., DensDeck Fastener with Tremco 3” Base PIy:' One ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, (Optional)
. . or two plies, . BP-CA5 One or BP-CA5
S-166. type B, Prime or Metal Insulation Plate-or 1per3.2 BP-CAS, SBS- Highload 60 or Plazamate LRFIA or or SBS- more BP- or SBS- 45.0*
Grade 40 SECUROCK ACE #12 or ACE #15 with ft2 CAS or SBS- Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) CAS CAS or SBS- CAS
steel Gypsum-Fiber | ACE 3” BE Insulation Plate TA inch DensDeck Prime, DEXcell FA Glass Mat Roof Board CAS
Roof Board or ACE 3” WW Insulation or SECUROCK Gypsum-Fiber Roof Board or SECUROCK
Plate Cement Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
Additional Insulation Layer(s): Min. 1-inch Trisotech G,
Tremco #12 DP Fastener Trisotech CGF, EnergyGuard Polyiso Insulation,
or Tremco #14 HD Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, (Optional)
Min. 22 ga., Min. 0.5-inch Fastener wnth Tremco 3” AVC Primer IS‘OGARD CG, UltraMax or Styrofoam Brand Roofmate, BP-CAS One or BP-CAS
$167. type B, SECUROCK Metal Insulation Plate or 1per3.2 followed by Highload 60 or Plazamate LRFIA or or SBS- more BP- or SBS- 45.0*
Grade 40 Gypsum-Fiber | ACE #12 or ACE #15 with ft2 AVC Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) CAS CAS or SBS- CAS
steel Roof Board ACE 3” BE Insulation Plate inch DensDeck Prime, DEXcell FA Glass Mat Roof Board CAS
or ACE 3” WW Insulation or SECUROCK Gypsum-Fiber Roof Board or SECUROCK
Plate Cement Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
Additional Insulation Layer(s): Min. 1-inch Trisotech G,
Tremco #12 DP Fastener Trisotech CGF, EnergyGuard Polyiso Insulation,
Min. 0.5-inch or Tremco #14 HD AVC Primer or Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, (Optional)
Min. 22 ga., DensDeck Fastener with Tremco 3” X ISOGARD CG, UltraMax or Styrofoam Brand Roofmate,
. . AVC Primer R BP-CA5 Oneor BP-CA5
<168, type B, Prime or Metal Insulation Plate or 1 per 3.2 (WB) Highload 60 or Plazamate LRFIA or or SBS- more BP- or SBS- 45.0*
Grade 40 SECUROCK ACE #12 or ACE #15 with ft2 followed by Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) CAS CAS or SBS- CAS
steel Gypsum-Fiber | ACE 3” BE Insulation Plate AVC Max inch DensDeck Prime, DEXcell FA Glass Mat Roof Board CAS
Roof Board or ACE 3” WW Insulation or SECUROCK Gypsum-Fiber Roof Board or SECUROCK
Plate Cement Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
Min. 22 ga., AVC Primer
Type B, Min. 0.5-inch followed by Insulation Layer(s): (Optional) One or more, min. 1-inch (Optional)
Grade 40 SECUROCK Tremco #15 EHD Fastener 1per 2.0 AVC or AVC Trisotech G, Trisotech CGF or Trisotech LREIA or BP-CA5 One or BP-CA5
S-169. steel; 6 ft Gypsum-Fiber with Tremco 3” Metal f2 Primer or AVC | Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) or SBS- more BP- or SBS- -52.5
span; #12 Roof Board Insulation Plate Primer (WB) inch DensDeck Prime or SECUROCK Gypsum Fiber Roof CAS CAS or SBS- CAS
HWH Teks 5, followed by Board CAS
6" o.c. AVC Max
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER
system B, Thermal Barrier — Vapor Barrier Insulation Layer(s) — Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) I (Note 15) Type Notes 6.7 8 Base Ply Ply Cap Ply sf
Min. 0.5-inch
Min. 22 ga., DEXcell FA Insulation Layer(s): One or more, min. 1-inch Trisotech
Type B, Glass Mat Tremco #14 HD Fastener Base Ply: One G, Trisotech CGF, EnergyGuard Polyiso Insulation, (Optional)
Grade 40 Roof Board, with Tremco 3” Metal 1per18 or two plies, Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, LRFIA or BP-CA5 One or BP-CA5
S-170. steel; 6 ft DensDeck Insulation Plate or f2 ’ BP-CA5, SBS- ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, LRFIA(BG) or SBS- more BP- or SBS- -60.0
span; #12 Prime or Dekfast DF-#14-PH3 with CAS5 or SBS- Highload 60 or Plazamate CA5 CAS5 or SBS- CA5
HWH Teks 5, | SECUROCK Dekfast PLT-R-3 TA Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber CA5
6" o.c. Gypsum-Fiber Roof Board
Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Tremco #14 HD Fastener Base Ply: One Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, (Optional)
Grade 40 Min. 0.5-inch with Tremco 3” Metal 1per2.0 or two plies, ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, LREIA or BP-CA5 One or BP-CA5
S-171. steel; 6 ft DensDeck Insulation Plate or pftz ’ BP-CAS5, SBS- Highload 60 or Plazamate LRFIA(BG) or SBS- more BP- or SBS- -67.5
span; #12 Prime Dekfast DF-#14-PH3 with CAS5 or SBS- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof CA5 CAS5 or SBS- CA5
HWH Teks 5, Dekfast PLT-R-3 TA Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof CA5
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Min. 0.5-inch Base PIy:. One Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, (Optional)
Grade 40 DEXcell FA Dekfast DF-#14-PH3 with 1per2.0 or two plies, IS.OGARD CG, UltraMax or Styrofoam Brand Roofmate, LRFIA or BP-CA5 One or BP-CA5
S-172. steel; 6 ft Glass Mat Dekfast PLT-R-3 f2 BP-CA5, SBS- Highload 60 or Plazamate LRFIA(BG) or SBS- more BP- or SBS- -67.5
span; #12 Roof Board CAS5 or SBS- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof CA5 CAS5 or SBS- CA5
HWH Teks 5, TA Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof CA5
6”o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Min. 0.5-inch Base Ply: One Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, (Optional)
Grade 40 SECUROCK Tremco #14 HD Fastener 1per2.0 or two plies, ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, LREIA or BP-CA5 One or BP-CA5
S-173. steel; 6 ft Gypsum-Fiber with Tremco 3” Metal w2 BP-CAS, SBS- Highload 60 or Plazamate LRFIA(BG) or SBS- more BP- or SBS- -67.5
span; #12 Roof Board Insulation Plate CAS or SBS- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof CAS CAS or SBS- CAS
HWH Teks 5, TA Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof CA5
6”o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BAR

IER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BON

DED ROOF COVER

NEmoO | etc.e

Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck Attach Vapor Barrier yer(s) Attach MDP
No. (Note 1) Type Fastener (Note 11 (Note 15) Type Base PI Pl Cap Pl sf;
yp (Note 11) (Note 17) yp (Notes 6,7,8) L/ A/ PRl
Min. 22 ga.,
TypeB, Min. 0.5-inch Insulation Layer(s): One or more, min. 1-inch Trisotech )
Grade 40 Tremco #14 HD Fastener Base Ply: One - . . (Optional)
DensDeck . ” : G, Trisotech CGF, EnergyGuard Polyiso Insulation,
steel; 6 ft i with Tremco 3” Metal or two plies, . K . LRFIA or BP-CA5 One or BP-CA5
Prime or . 1perl3 Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3,
S-174. span, #12 SECUROCK Insulation Plate or f2 BP-CAS5, SBS- ISOGARD CG. UltraMax or Stvrofoam Brand Roofmate LRFIA(BG), 6- or SBS- more BP- or SBS- -82.5
HWH Teks 5 . Dekfast DF-#14-PH3 with CAS or SBS- : ! ¥ ! inch o.c. CA5 CAS5 or SBS- CA5
s an Gypsum-Fiber Highload 60 or Plazamate
with % Dekfast PLT-R-3 TA , _ ) CAS
washers, 6” Roof Board Coverboard: Min. 0.5-inch DensDeck, DensDeck Prime
o.C.
Min. 22 ga., Insulation Layer(s): One or more, min. 1-inch Trisotech
Type B, G, Trisotech CGF, EnergyGuard Polyiso Insulation )
Grade 40 Min. 0.5-inch | |Temco #14 HD Fastener Base Ply: One | ricotech, H-Shield, ISOGARD GL, Multi-Max FA3, (Optional)
steel; 6 ft SECUROCK with Tremco 3” Metal 1 per1.3 or two plies, ISOGARD CG, UltraMax or Styrofoam Brand Roofmate LRFIA or BP-CA5 Oneor BP-CA5
$-175. span, #12 vosum-Fiber | Insulation Plate or P | BPCAS,SBS | Y  rate ¥ ' LRFIA(BG), 6- | or SBS- more BP- or SBS- -90.0
HWHTeks5 | 2YP Dekfast DF-#14-PH3 with CAS or SBS- 5 . . . inch o.c. CA5 CASorSBS- | CAS
ith %" Roof Board Coverboard: Min. 0.5-inch SECUROCK Gypsum Fiber
with % Dekfast PLT-R-3 TA s, . CAS5
washers, 6” Roof Board or SECUROCK Cement Roof Board or min.
o.c. 7/16-inch DEXcell Cement Roof Board
HOT-ASPHALT-APPLIED BASE PLY:
Min. 22 ga., AVC Primer BP-CA1
Type B, Min. 0.5-inch followed by Insulation Layer(s): (Optional) One or more, min. 1-inch (Optional) BP-AA ’
Grade 40 - Tremco #15 EHD Fastener AVC or AVC Trisotech G, Trisotech CGF or Trisotech One or .
SECUROCK . ” 1 per 2.0 . R . . LRFIA or BP-AA, SBS-CA1,
S-176. steel; 6 ft Gvosum-Fiber with Tremco 3” Metal f2 Primer or AVC | Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) SBS-AA more BP- SBS-AA -52.5
span; #12 Rt\)lzf Board Insulation Plate Primer (WB) inch DensDeck Prime or SECUROCK Gypsum Fiber Roof AA, SBS-AA or APP-
HWH Teks 5, followed by Board or APP-TA TA
6" o.c. AVC Max
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation, BP-CAL
Type B, Tremco #14 HD Fastener Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, (Optional) BP-AA !
i P : ISOGARD CG, UltraM foam B Roofmate, ’
Grade 40 Min. 0.5-inch with Tr'emco 3” Metal 1per2.0 Base PIyA One S‘OG CG, UltraMax or Styrofoam Brand Roofmate LRFIA or BP-AA, One or SBS-CAL,
S-177. steel; 6 ft DensDeck Insulation Plate or f2 or two plies, Highload 60 or Plazamate LRFIA(BG) SBS-AA more BP- SBS-AA -67.5
span; #12 Prime Dekfast DF-#14-PH3 with SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof AA, SBS-AA or APP-
HWH Teks 5, Dekfast PLT-R-3 Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof or APP-TA TA
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation, BP-CA1
Type B, Min. 0.5-inch Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, (Optional) BP-AA ’
Grade 40 o ) Base Ply: One ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, One or ’
DEXcell FA Dekfast DF-#14-PH3 with 1 per2.0 X R LRFIA or BP-AA, SBS-CA1,
S-178. steel; 6 ft Glass Mat Dekfast PLT-R-3 f2 or two plies, Highload 60 or Plazamate LRFIA(BG) SBS-AA more BP- SBS-AA -67.5
span; #12 Roof Board SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof AA, SBS-AA or APP-
HWH Teks 5, Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof or APP-TA .
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
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NEmoO | etc.e
TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

system B, Thermal Barrier — Vapor Barrier Insulation Layer(s) — Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) I (Note 15) Type Notes 6.7 8 Base Ply Ply Cap Ply sf
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation, BP-CA1
Type B, Min. 0.5-inch Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, (Optional) BP-AA, ’
Grade 40 SECUROCK Tr.emco #14 HI3 Fastener 1per2.0 Base PIy:- One IS‘OGARD CG, UltraMax or Styrofoam Brand Roofmate, LRFIA or BP-AA, Oneor SBS-CAL
S-179. steel; 6 ft Gypsum-Fiber with Tremco 3” Metal f2 or two plies, Highload 60 or Plazamate LRFIA(BG) SBS-AA more BP- SBS-AA -67.5
span; #12 Roof Board Insulation Plate SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof AA, SBS-AA or APP-
HWH Teks 5, Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof or APP-TA .
6”o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
_’I\_’”“ EZ ga., Insulation Layer(s): One or more, min. 1-inch Trisotech
YPe B, Min. 0.5-inch G, Trisotech CGF, EnergyGuard Polyiso Insulation, ) BP-CA1,
Grade 40 DensDeck Tremco #14 HD Fastener Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, (Optional) BP-AA,
steel; 6 ft Prime or with Tr'emco 3" Metal 1perl.3 Base PIy:' One ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, LRFIA or BP-AA, One or SBS-CA1,
S-180. span, #12 Insulation Plate or ) or two plies, . LRFIA(BG), 6- more BP- -90.0
HWH Teks5 | SECUROCK Dekfast DF-#14-PH3 with ft SBS-TA Highload 60 or Plazamate _ inch o.c. SBS-AA AA, sBS-AA | SBSAA
with %” Gypsum-Fiber Dekfast PLT-R-3 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK or APP-TA or APP-
washers, 6” Roof Board Gypsum Fiber Roof Board or SECUROCK Cement Roof TA
o.c. Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., AVC Primer
Type B, . . followed by - . . ) . .
G\:gde 0 Min. 0.5-inch Tremco #15 EHD Fastener AVC or AVC Inéulatlon Laye-r s): (Optional) O.ne or more, min. 1-inch (Optional)
5181, steel; 6 ft SECUROCK with Tremco 3” Metal 1per2.0 Primer or AVC Trisotech G, Trls.otech .CGF or Trisotech . LRFIA or SBS-AA One or SBS-TA 525
span; #12 Gypsum-Fiber Insulation Plate ft2 Primer (WB) Coverboard: Min. 0.§-|nch DensDeck Prime or LRFIA(BG) more SBS-
HWH Teks 5, Roof Board followed by SECUROCK Gypsum Fiber Roof Board AA, SBS-TA
6” o.c. AVC Max
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Tremco #14 HD Fastener Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, (Optional)
Grade 40 Min. 0.5-inch with Tremco 3” Metal 1 per 2.0 Base Ply: One ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, LREIA or One or
S-182. steel; 6 ft DensDeck Insulation Plate or pﬂz ’ or two plies, Highload 60 or Plazamate LRFIA(BG SBS-AA SBS SBS-TA -67.5
span; #12 Prime Dekfast DF-#14-PH3 with SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof (BG) T:?BS-T:A
HWH Teks 5, Dekfast PLT-R-3 Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof !
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Min. 0.5-inch ) ;I‘srggf;g,cl-(ls—slalleld,wIISOGASD Gl}’ MUIS—MZX;Asf’ (Optional)
Grade 40 DEXcell FA Dekfast DF-#14-PH3 with | 1per2.0 | 22sePly:One | IS¢ » UltraMax or Styrofoam Brand Roofmate, | peia o One or
S-183. steel; 6 ft Glass Mat Dekfast PLT-R-3 f2 or two plies, Highload 60 or Plazamate LRFIA(BG) SBS-AA more SBS- SBS-TA -67.5
span; #12 Roof Board SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof AA SBS-TA
HWH Teks 5, Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof ’
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
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NEmoO | etc.e
TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck Attach Vapor Barrier yer(s) Attach MDP
No. (Note 1) Type Fastener (Note 11 (Note 15) Type Base PI Pl Cap Pl sf;
yp (Note 11) (Note 17) yp (Notes 6,7,8) L/ A/ PRl
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, R r Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, .
Grade 40 Min. 0.5-inch Tremco #14 HD Fastener Base Ply: One ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, (Optional)
SECUROCK . ” 1per2.0 X . LRFIA or One or
S-184. steel; 6 ft Gvosum-Fiber with Tremco 3” Metal f2 or two plies, Highload 60 or Plazamate LRFIA(BG) SBS-AA more SBS- SBS-TA -67.5
span; #12 Rng Board Insulation Plate SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof AA SBS-TA
HWH Teks 5, Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof ’
6”o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Min. 22 ga., Insulation Layer(s): One or more, min. 1-inch Trisotech
Type B, Min. 0.5-inch G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Grade 40 DensDeck Tremco #14 HD Fastener Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, (Optional)
steel; 6 ft Prime or with Tremco 3" Metal 1perl.3 Base Ply: One ISOGARD CG, UltraMax or Styrofoam Brand Roofmate LRFIA or One or
S-185. span, #12 Insulation Plate or per L. or two plies, . ! ¥ ’ LRFIA(BG), 6- SBS-AA SBS-TA -90.0
SECUROCK . ft2 Highload 60 or Plazamate X more SBS-
HWH Teks 5 ) Dekfast DF-#14-PH3 with SBS-TA . . . inch o.c.
with %” Gypsum-Fiber Dekfast PLT-R-3 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK AA, SBS-TA
washers, 6” Roof Board Gypsum Fiber Roof Board or SECUROCK Cement Roof
o.c. Board or min. 7/16-inch DEXcell Cement Roof Board
SEBS-APPLIED BASE PLY:
Min. 22 ga., AVC Primer
Type B, Min. 0.5-inch followed by Insulation Layer(s): (Optional) One or more, min. 1-inch
Grade 40 SEC(JR.OCK Tremco #15 EHD Fastener 1per2.0 AVC or AVC Trisotech G, Trisotech CGF or Trisotech LREIA or BP-SEBS (Optional)
S-186. steel; 6 ft Gvosum-Fiber with Tremco 3” Metal pftZ ’ Primer or AVC | Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) SBS-SEBlS BP-SEBS, SBS-SEBS -52.5
span; #12 Rzgf Board Insulation Plate Primer (WB) inch DensDeck Prime or SECUROCK Gypsum Fiber Roof SBS-SEBS
HWH Teks 5, followed by Board
6" o.c. AVC Max
Additi Il lation L : i 1) Min. 1-inch
Tremco #14 HD Fastener qdltlona nSL{ ation Layer(s): (Optional) m‘ inc
Min. 22 ga., with Tremco 3” Metal Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Type B, Insulation Plate or 5 PIv: O Insulation, Trisotech, H-Shield, ISOGARD GL, Multi-Max
Grade 40 Min.0.5nch | o e PH3 with | 1per2.0 Of‘:‘v‘io Vl'ies"e FA3, ISOGARD CG or UltraMax gp.segs | (Optional)
S-187. steel; 6 ft DensDeck per 2. ples, Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5- Hot asphalt ! BP-SEBS, SBS-SEBS -60.0
. Dekfast PLT-R-3 or ACE ft2 SBS-AA or PRpT— o . SBS-SEBS
span; #12 Prime I N inch Structodek HD with Primed Red Coating, DensDeck SBS-SEBS
HWH Tek #15 with ACE 3” BE SBS-TA X
eks 5, Insulation Plate or ACE 3" Prime, DEXcell FA Glass Mat Roof Board, SECUROCK
6" o.c. WW Insulation Plate Gypsum-Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER
Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck Attach Vapor Barrier yer(s) Attach MDP
No. (Note 1) Type Fastener (Note 11 (Note 15) Type Base PI Pl Cap Pl sf;
yp (Note 11) (Note 17) yp (Notes 6,7,8) L/ A/ PRl
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Tremco #14 HD Fastener Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3,
Grade 40 Min. 0.5-inch with Tremco 3” Metal Base Ply: One ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, (Optional)
. 1per2.0 X R LRFIA or BP-SEBS,
S-188. steel; 6 ft DensDeck Insulation Plate or f2 or two plies, Highload 60 or Plazamate LRFIA(BG) SBS-SEBS BP-SEBS, SBS-SEBS -67.5
span; #12 Prime Dekfast DF-#14-PH3 with SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof SBS-SEBS
HWH Teks 5, Dekfast PLT-R-3 Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
6”o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Min. 0.5nch Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3,
e 8 ISOGARD CG, UltraM Styrofoam Brand Roofmate, i
Grade 40 DEXcell FA Dekfast DF-#14-PH3 with | 1per2.0 | B2sePly:One | IS raiax or S | e ragnate LRFIA or Bp-seps, | (OPtional)
S-189. steel; 6 ft Glass Mat Dekfast PLT-R-3 f2 or two plies, Highload 60 or Plazamate LRFIA(BG) SBS-SEBS BP-SEBS, SBS-SEBS -67.5
span; #12 Roof Board SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof SBS-SEBS
HWH Teks 5, Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Min. 0.5-inch Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3,
Grade 40 Co Tremco #14 HD Fastener Base Ply: One ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, (Optional)
SECUROCK A " 1per 2.0 : ) LRFIA or BP-SEBS,
S-190. steel; 6 ft Gvosum-Fiber with Tremco 3” Metal f2 or two plies, Highload 60 or Plazamate LRFIA(BG) SBS-SEBS BP-SEBS, SBS-SEBS -67.5
span; #12 Rt\)lzf Board Insulation Plate SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof SBS-SEBS
HWH Teks 5, Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Min. 22 ga., Insulation Layer(s): One or more, min. 1-inch Trisotech
Type B, Min. 0.5-inch G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Grade 40 DensDeck Tremeco #14 FcSQR Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, _
steel; 6 ft . with Tremco 3” Metal Base Ply: One LRFIA or (Optional)
Prime or . 1perl.3 : ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, BP-SEBS,
S-191. span, #12 Insulation Plate or or two plies, R LRFIA(BG), 6- BP-SEBS, SBS-SEBS -90.0
HWH T SECUROCK ) ft2 Highload 60 or Plazamate X SBS-SEBS
eks 5 . Dekfast DF-#14-PH3 with SBS-TA . . . inch o.c. SBS-SEBS
with %” Gypsum-Fiber Dekfast PLT-R-3 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK
washers, 6” Roof Board Gypsum Fiber Roof Board or SECUROCK Cement Roof
o.c. Board or min. 7/16-inch DEXcell Cement Roof Board
TORCH-APPLIED BASE PLY:
Min. 22 ga., AVC Primer
TypeB, in. 0.5-i followed by | |\ |ation Layer(s): (Optional) O in. 1-inch
Grade 40 Min. 0.5-inch Tremco #15 EHD Fastener AVC or AVC n§u ation La e.r s): (Optional) .ne or more, min. 1-inc| '
SECUROCK . ” 1per2.0 . Trisotech G, Trisotech CGF or Trisotech LRFIA or (Optional)
S-192. steel; 6 ft X with Tremco 3” Metal ) Primer or AVC . X . SBS-TA SBS-TA -52.5
span; #12 Gypsum-Fiber Insulation Plate ft Primer (WB) Coverboard: Min. 0.5-inch DensDeck Prime or LRFIA(BG) SBS-TA
H,YVH Teks 5, Roof Board followed by SECUROCK Gypsum Fiber Roof Board
6" o.c. AVC Max
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER
system B, Thermal Barrier — Vapor Barrier Insulation Layer(s) — Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) I (Note 15) Type Notes 6.7 8 Base Ply Ply Cap Ply sf
Min. 0.5-inch
Min. 22 ga., DEXcell FA Insulation Layer(s): One or more, min. 1-inch Trisotech
Type B, Glass Mat Tremco #14 HD Fastener G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Grade 40 Roof Board, with Tremco 3” Metal Base Ply: One Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, .
) 1per1.8 . LRFIA or (Optional)
S-193. steel; 6 ft DensDeck Insulation Plate or f2 or two plies, ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, LRFIA(BG) SBS-TA SBS-TA SBS-TA -60.0
span; #12 Prime or Dekfast DF-#14-PH3 with SBS-TA Highload 60 or Plazamate
HWH Teks 5, | SECUROCK Dekfast PLT-R-3 Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber
6" o.c. Gypsum-Fiber Roof Board
Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Tremco #14 HD Fastener Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3,
Grade 40 Min. 0.5-inch with Tremco 3” Metal 1 per 2.0 Base Ply: One ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, LREIA or (Optional)
S-194. steel; 6 ft DensDeck Insulation Plate or pf ) ’ or two plies, Highload 60 or Plazamate LRFIA(B SBS-TA Bp TA SBS-TA -67.5
span; #12 Prime Dekfast DF-#14-PH3 with t SBS-TA Coverboard: Min. 0.5-inch DensDeck Prime, DEXCell FA (BG) SBS-
HWH Teks 5, Dekfast PLT-R-3 Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Min. 0.5-inch Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3,
Grade 40 DEXcell FA Dekfast DF-#14-PH3 with | 1per2.0 | B2s€PIv:One | ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, | ) oo (Optional)
S-195. steel; 6 ft Glass Mat Dekfast PLT-R-3 f2 or two plies, Highload 60 or Plazamate LRFIA(BG) SBS-TA SBS-TA SBS-TA -67.5
span; #12 Roof Board SBS-TA Coverboard: Min. 0.5-inch DensDeck Prime, DEXCell FA
HWH Teks 5, Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof
6”o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Min. 0.5-inch Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3,
Grade 40 e Tremco #14 HD Fastener Base Ply: One ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, .
SECUROCK . i, 1per2.0 . . LRFIA or (Optional)
S-196. steel; 6 ft Gypsum-Fiber with Tremco 3” Metal f2 or two plies, Highload 60 or Plazamate LRFIA(BG) SBS-TA SBS-TA SBS-TA -67.5
span; #12 Roof Board Insulation Plate SBS-TA Coverboard: Min. 0.5-inch DensDeck Prime, DEXCell FA
HWH Teks 5, Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof
6”o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
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SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BAR

TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

IER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BON

DED ROOF COVER

NEmoO | etc.e

Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck Attach Vapor Barrier yer(s) Attach MDP
No. (Note 1) Type Fastener (Note 11 (Note 15) Type Base PI Pl Cap Pl sf;
yp (Note 11) (Note 17) yp (Notes 6,7,8) L/ A/ PRl
Min. 22 ga., Insulation Layer(s): One or more, min. 1-inch Trisotech
TypeB, Min. 0.5-inch G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Gt'a"lee“?t DensDeck I‘;‘:?;fe’:;? 'f;l’:t:lner Base PIv: 0 Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, e
steel; . ase Ply: One .
. ISOGARD CG, UltraM Styrof Brand Roofmate,
5-197. span, #12 Prime or Insulation Plate or Lperl3 | two plies, : raiviax or >tyggroam trand'aggimate LRFIA(BG), 6- | SBS-TA (Optional) | gp 1) -90.0
SECUROCK . ft2 Highload 60 or Plazamate N SBS-TA
HWH Teks 5 . Dekfast DF-#14-PH3 with SBS-TA . . . inch o.c.
with %” Gypsum-Fiber Dekfast PLT-R-3 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK
washers, 6” Roof Board Gypsum Fiber Roof Board or SECUROCK Cement Roof
o.c. Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., AVC Primer
Type B, . r followed by Insulation L . ional in. 1-inch
Grade 40 Min. 0.5-inch Tremco #15 EHD Fastener AVC or AVC néu ation aye'r(s[. (Optional) O'ne or more, min. 1-inc| .
SECUROCK . ” 1per2.0 . Trisotech G, Trisotech CGF or Trisotech LRFIA or (Optional)
S-198. steel; 6 ft ) with Tremco 3” Metal Primer or AVC . ) . APP-TA APP-TA -52.5
! Gypsum-Fiber ) ft2 . Coverboard: Min. 0.5-inch DensDeck Prime or LRFIA(BG) APP-TA
span; #12 Roof Board Insulation Plate Primer (WB) 4SECUROCK G m Fiber Roof Board
HWH Teks 5, followed by ypsu er Roof Boa
6" o.c. AVC Max
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation
Tvpe®, Vi 0.5inch I;‘i?;feﬂfoi'f K/"I’Z:;”er bace ply: On | TriSOtECh, H-Shield, ISOGARD GL, Multi-Max FA3,
rade " ) 1per2.0 a° "YQE ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, LRFIA or (Optional)
S-199. steel; 6 ft DensDeck Insulation Plate or or two plies, 4 APP-TA APP-TA -67.5
X . ] ft2 Highload 60 or Plazamate LRFIA(BG) APP-TA
span; #12 Prime Dekfast DF-#14-PH3 with SBS-TA . , )
HWH Teks 5 Dekfast PLT-R-3 Coverboard: Min. 0.5-inch DensDeck Prime, DEXCell FA
6" 0.c. Glass Mat Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
‘ Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
(TSVF’Z B;m Min. 0.5-inch Base Ply: O Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3,
5200 St;""el? ot DEXcell FA Dekfast DF-#14-PH3 with | 1 per 2.0 Of‘:‘;o Vl'iesne ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, LRFIA or APPTA (Optional) APPTA 675
’ Spant #12 Glass Mat Dekfast PLT-R-3 ft2 SBS-TAp ’ Highload 60 or Plazamate LRFIA(BG) APP-TA '
HWH’ Teks 5 Roof Board Coverboard: Min. 0.5-inch DensDeck Prime, DEXCell FA
6" o.c. Glass Mat Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
) Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
e Min. 05dnch | o o Base Plv: one | TrisOtech, H-shield, ISOGARD GL, Multi-Max FA3,
race SECUROCK _ " 1per2.0 | P3SETVONe | 160GARD CG, UltraMax or Styrofoam Brand Roofmate, LRFIA or (Optional)
S-201. steel; 6 ft - with Tremco 3” Metal 4 or two plies, R APP-TA APP-TA -67.5
span: #12 Gypsum-Fiber Insulation Plate ft SBS-TA Highload 60 or Plazamate LRFIA(BG) APP-TA
HWH Teks 5 Roof Board Coverboard: Min. 0.5-inch DensDeck Prime, DEXCell FA
6" o.c. Glass Mat Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
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NEmoO | etc.e
TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck Attach Vapor Barrier yer(s) Attach MDP
No. Note 1 T Fast (Note 11) Note 15 T Base Pl Pl Cap Pl sf
( ) ype astener (Note —— (Note 15) ype o ase Ply y ap Ply
Min. 22 ga., Insulation Layer(s): One or more, min. 1-inch Trisotech
TypeB, Min. 0.5-inch G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Gt'adlee“?t DensDeck I\;:?;:’;::OT 'Fwa;:rer Base PIv: 0 Trisotech, H-Shield, ISOGARD GL, Multi-Max FA3, e
steel; . ase Ply: One .
$202. span, #12 Prime or Insulation Plate or 1perl.3 or two plies, IS.OGARD CG, UltraMax or Styrofoam Brand Roofmate, LRFIA(BG), 6- APP-TA (Optional) APP-TA 90.0
SECUROCK . ft2 Highload 60 or Plazamate N APP-TA
HWH Teks 5 . Dekfast DF-#14-PH3 with SBS-TA . . . inch o.c.
with %” Gypsum-Fiber Dekfast PLT-R-3 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK
washers, 6” Roof Board Gypsum Fiber Roof Board or SECUROCK Cement Roof
o.c. Board or min. 7/16-inch DEXcell Cement Roof Board
TABLE 2e: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER
SysTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer P v p—. MDP
No. Note 1 Note 17, Note 13 T F Note 11 ac Base Pl Pl Pl sf
(Note 1) (Note 17, ) ype astener (Note 11) Note 17 ase Ply y Cap Ply (psf)
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Note 2 1 per 1.3 ft?
s £ c c = £ ¢
s @ TE TaT g @ el
Min. 0.5-inch |
i DensD i E i i
Min. 22 ga., type B, Grade 40 One qr mf)re Iaygrs, any ensDeck Prime, (Optional) One or
5-203 steel; 6 ft span; #12 HWH Teks 5, combination, min. 1.5- SECUROCK Gypsum- iy BP-CA1 or SBS- more BP-CA1 or BP-CA1 or SBS- 45.0
: 6” 0.c. or min. 2,500 psi inch total thickness, Fiber Roof Board or ' E. CA1 SBS-CA1 CAL .
structural concrete loose laid Structodek HD with £ =
Primed Red Coating S £
i 2
£ = c
L ey o~
— —
) One or more layers, any Min. 1-inch Roxul . 12-inch o.c. .
Min. 22 ga., type B’,,Grade 40 combination, min. 1.5- MonoBoard Plus or Tremco #1.5 EHD Fastener with through BP-CA1 or SBS- (Optional) One or BP-CA1 or SBS-
S-204. steel; 6 ft span; 5/8” puddle inch total thickness Min. 2-inch TopRock Trufast Coiled Batten Bar-Deep bars spaced | CA1 more BP-CA1 or CA1 -52.5
welds, 6 o.c. : ' : ’ Well (BB-20R-3-DW) >sP SBS-CAL
loose laid DD Plus 18-inch o.c.
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 22 ga., type B, Grade 33 One or more layers, any | Min. 0.5-inch (Optional) One or BP-CA1 BP-
steel; 6 ft span; #12 HWH Teks 5, combination, min. 1.5- DensDeck Prime or BP-CA6 or SBS- more BP-CA1, BP- !
2 5 . o . ! . A 2 1 1.6 ft2 CA6, SBS-CA1 -60.
$-205 6” o.c. or min. 2,500 psi inch total thickness, SECUROCK Gypsum- Note2 per1.6 1t CA6 CA, SBS-CAL or or SBS-CA6 20
structural concrete loose laid Fiber Roof Board SBS-CA6
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TABLE 2e: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeArR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer d Y e MDP
No. Note 1 (Note 17, Note 13) Type Fastener (Note 11) ac Base Pl Pl Cap Pl sf
(Note 1) = e HE (Note 17) & v IR
i One or more layers, an Min. 1-inch Roxul 12-inch o.c.
Min. 22 ga., type B, Grade 40 L y »any Tremco #15 EHD Fastener with ° (Optional) One or BP-CA1, BP-
steel; 6 ft span; 5/8” puddle combination, min. 1.5- MonoBoard Plus or R through BP-CAG6 or SBS-
S-206. ” . . ) X X ) Trufast Coiled Batten Bar-Deep more BP-CA1 or CA®6, SBS-CA1 -60.0
welds, 6” o.c. or min. 2,500 psi inch total thickness, Min. 2-inch TopRock Well (BB-20R-3-DW) bars spaced | CA6 SBS-CA1 or SBS-CA6
structural concrete loose laid DD Plus 18-inch o.c.
i One or more layers, an Min. 1-inch Roxul 12-inch o.c.
Min. 22 ga., type B, Grade 40 o vers, any Tremco #15 EHD Fastener with ° (Optional) One or BP-CA1, BP-
steel; 6 ft span; 5/8” puddle combination, min. 1.5- MonoBoard Plus or R through BP-CAG6 or SBS-
S-207. ” A . . X X . Trufast Coiled Batten Bar-Deep more BP-CA6 or CA6, SBS-CA1 -67.5
welds, 6” o.c. or min. 2,500 psi inch total thickness, Min. 2-inch TopRock Well (BB-20R-3-DW) bars spaced | CA6 SBS-CAG or SBS-CA6
structural concrete loose laid DD Plus 18-inch o.c.
Dekfast DF-#15-PH3 with Dekfast
One or more layers, any PLT-R-3, Tremco #1510 XHD .
Min. 22 ga., type B, Grade 80 — R ) . r > o . ) . (Optional) One or BP-CA1, BP-
5-208. | steel; 6 ft span, #12 HWH Teks 5 _CO'L“;'”tatl';:‘,’ min. 15| Min. o ':gh iy W'Ft,lh fremeos F;f: Ta?—m tper20fe | PO | more gp-cagor | ca6 sBs.CA | 675
with %” washers, 6” o.c. inch to .a ickness, remBoari :.ava ume a"e, remco . SBS-CA6 or SBS-CA6
loose laid with Tremco 3” Metal Insulation
Plate
One or more layers, any Tremco #1510 XHD Fastener with .
Min. 22 ga., type B, Grade 80 A R ) . P - ) . (Optional) One or BP-CA1, BP-
$-200. steel: 6 ft span; #12 HWH Teks 5 .comblnatlon., min. 1.5 Min. 0.5 |nch Tremco 3-in. Ribbed G.alvalume Pla”te 1per 2.0t BP-CA6 or SBS more BP-CAG or CAG, SBS-CAL 75.0
o am " inch total thickness, DensDeck Prime or Tremco #15 EHD with Tremco 3 CA6
with %” washers, 6” o.c. : ; SBS-CA6 or SBS-CA6
loose laid Metal Insulation Plate
One or more layers, any . . .
Min. 22 ga., type B, Grade 80 — R ) Min. 0.5-inch ) " ) : (Optional) One or BP-CA1, BP-
5-210. steel; 6 ft span; #12 HWH Teks 5 .C:cnr:k;:tztlfr:c :r‘]';sl's SECUROCK Gypsum- L’zgffn‘:ilsa E:E ;“I’:t';“emw 3 1 per 2.0 f2 22 GCAG OrSBS- 1 1 ore BP-CAG or CA6, SBS-CAL 75.0
with %” washers, 6” o.c. ) ’ Fiber Roof Board SBS-CA6 or SBS-CA6
loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any | Min. 0.5-inch Optional) One or BP-CAL BP-
steel; 6 ft span, two (2) #12 HWH combination, min. 1.5- DensDeck Prime or Tremco #14 HD with Tremco 3” , | BP-CA6 or SBS- (Op ) !
S-211. T N " . X . 1per1.3ft more BP-CA6 or CAG6, SBS-CA1 -97.5
eks 5 with %” washers, 6” o.c. or | inch total thickness, SECUROCK Gypsum- Metal Insulation Plate CA6
min. 2,500 psi structural concrete loose laid Fiber Roof Board SBS-CA6 or SBS-CA6
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 0.25-inch
Min. 22 ea.. tvoe B, Grade 40 SO layers, any DenDeck, DensDeck POWERply Endure | (Optional) POWERply | POWERply Endure
ctoa b b s W Teks 5. | combination. min. 1.5 | Prime, DEXcell FA 1per2.0ft? | 100,200,3000r | Endure 100,200,300 | 100, 200, 300 or
S-212. & o C or mpin 2 500 psi ol h | h" K o Glass Mat Roof Board Note 2 (min. #14 fasteners only) (16 per 4x8 | 320 Smooth in or 320 Smooth in 320FRin -52.5*
" o | 2P0 Ing tOt_a thickigges, or SECUROCK ft board) POWERply Endure | POWERply Endure POWERply Endure
structural concrete loose laid G : BIO Adhesive TF BIO Adhesive TF BIO Adhesive TF
ypsum-Fiber Roof
Board
. One or more layers, an . . POWERply Endure | (Optional) POWERply POWERply Endure
'S‘f;';'l.zgfias" ;‘:“?iii@d;éoks s | coBnation myin 4 5_y Min. 0.5-inch 1per2.0ft | 100,200,3000r | Endure 100,200,300 | 100, 200, 300 or
S-213. 6o ’c or mpin ’2 500 pi ! inch total thi,cknes.s 5 Structodek HD with Note 2 (min. #14 fasteners only) (16 per 4x8 | 320 Smooth in or 320 Smooth in 320FRin -60.0*
struét;.lral convcr,ete ¢ ’ Primed Red Coating ft board) POWERply Endure | POWERply Endure POWERply Endure
loose laid BIO Adhesive TF BIO Adhesive TF BIO Adhesive TF
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TABLE 2e: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeArR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer d Y e MDP
No. (Note 1) (Note 17, Note 13) Type Fastener (Note 11 ac Base Pl Pl Cap Pl sf
yp (Note 11) (Note 17) y y p Ply
Min. 22 ga., type B, Grade 33 One qr mf)re Iay.ers, any | Min. O.5—inch (Optional) One or
5214 steel; 6 ft span; #12 HWH Teks 5, combination, min. 1.5- DensDeck Prime or Note 2 1 per 1.6 f2 BP-CAS or SBS- more BP-CAS or BP-CAS or SBS- 600
: 6” 0.c. or min. 2,500 psi inch total thickness, SECUROCK Gypsum- - per L. CAS SBS-CAS CA5 '
structural concrete loose laid Fiber Roof Board
) One or more layers, any | Min. 1-inch Roxul X 12-inch o.c. .
Min. 22 ga, type B’,,Grade 40 combination, min. 1.5- MonoBoard Plus or Tremco #1.5 EHD Fastenciggith through BP-CAS or SBS- (Optional) One or BP-CA5S or SBS-
S-215. steel; 6 ft span; 5/8” puddle inch total thickness Min. 2-inch TopRock Trufast Coiled Batten Bar-Deep bars spaced | CAS more BP-CA5S or CAS -67.5
welds, 6” o.c. : ' : P Well (BB-20R-3-DW) . SBS-CAS
loose laid DD Plus 18-inch o.c.
Dekfast DF-#15-PH3 with Dekfast
) One or more layers, any | Min. 0.125-inch PLT-R-3, Tremco #1510 XHD (Optional) One or
Min. 22 ga., type B, Grade 80 combination, min. 1.5- TremBoard AC or Fastener with Tremco 3” Ribbed BP-CA5 or SBS- P BP-CAS or SBS-
S-216. steel; 6 ft span, #12 HWH Teks 5 ) ) ) 1 per2.0ft? more BP-CAS5 or -67.5
Sam ) inch total thickness, STURDY-DEK Asphaltic | Galvalume Plate, Tremco #15 EHD CAS5 CAS5
with %” washers, 6” o.c. : ; i SBS-CA5S
loose laid Coverboard with Tremco 3” Metal Insulation
Plate
Min. 22 B d One or more layers, any Tremco #1510 XHD Fastener with (Optional) One or
in. 22 ga., type B, Grade 80 combination, min. 1.5- | Min. 0.5-inch Tremco 3-in. Ribbed Galvalume Plate , | BP-CA5 or sBS- P BP-CAS or SBS-
S-217. steel; 6 ft span; #12 HWH Teks 5 ) K . A W 1 per2.0ft more BP-CAS5 or -75.0
s 3 , inch total thickness, DensDeck Prime or Tremco #15 EHD with Tremco 3 CAS5 CA5
with %” washers, 6” o.c. X SBS-CA5S
loose laid Metal Insulation Plate
One or more layers, any ) ) .
Min. 22 ga., type B, Grade 80 A ; ) Min. 0.5-inch ) ” ) | (Optional) One or y i
$-218. | steel; 6 ft span; #12 HWH Teks 5 _CO”Qb'”atlmr:‘,’ Ir(“'”' 15| securock Gypsum- Lre;“ff #1|5 tE_HD;"I’ 'tth Tremco 3 1 per 2.0 ft2 B/': CASOrSBS- | ore BP-CAS or Bz CAS or 58S -75.0
with %” washers, 6” o.c. inc| tot.a thickness, Fiber Roof Board etal Insulation Plate CAS5 SBS-CAS CA5
loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any (Optional) One or
$-219 steel; 6 ft span, two (2) #12 HWH combination, min. 1.5- Min. 0.5-inch Dens Tremco #14 HD with Tremco 3” 1 per 1.3 ft2 BP-CAS or SBS- more BP-CAS or BP-CA5S or SBS- 825
’ Teks 5 with %” washers, 6” o.c. or | inch total thickness, Deck Prime Metal Insulation Plate per % CAS5 CAS ’
min. 2,500 psi structural concrete loose laid SBS-CAS
Dekfast DF-#15-PH3 with Dekfast
One or more layers, any . . PLT-R-3, Tremco #1510 XHD .
Min. 22 ga., type B, Grade 80 — R A Min. 0.5-inch . . ) : (Optional) One or : )
$-220. steel: 6 ft span, #12 HWH Teks 5 .corEbma':lo':, I|;n|n. 1.5 SECUROCK Gypsum- gaslter;er WIFt>|h Tre1r_nco 3 F:;;)Sbit:m 1 per 1.0 ft2 B; CAS or SBS more BP-CAS or BZ CAS or SBS: -165.0
with %” washers, 6” o.c. inc tot.a thickness, Fiber Roof Board z.ava ume Plate, Tremco i CAS5 SBS-CAS CA5
loose laid with Tremco 3” Metal Insulation
Plate
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TABLE 2e: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeArR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer d Y e MDP
No. (Note 1) (Note 17, Note 13) Type Fastener (Note 11 ac Base Pl Pl Cap Pl (psf)
yp (Note 11) (Note 17) y y p Ply
HOT-ASPHALT-APPLIED BASE PLY:
Min. 0.25-inch
| DenDeck, DensDeck
e raniresss, | compination mim. s, | Prime, DEXcellFA Lper 20t | e 000r | Enure 100,200,300 | 100,506, 50601
. steel; span; eks 5, , . 1.5- . , , or ndure , , 3 3 or } *
S-221. 6" 0.¢. or min. 2,500 psi inch total thickness, Glass Mat Roof Board Note 2 (min. #14 fasteners only) (16 per 4x8 320 Smaoth in or 320 Smooth in hot | 320 FR in hot 52.5
structural concrete loose laid or SECUROCK ft board) hot asphalt asphalt asphalt
Gypsum-Fiber Roof
Board
Min. 22 ga., type B, Grade 40 One or more layers, any Min. 0.5-inch 1 per 2.0 f2 POWERply Endure | (Optional) POWERply POWERply Endure
steel; 6 ft span; #12 HWH Teks 5, | combination, min. 1.5- U ) . 100, 200, 300 or Endure 100, 200,300 | 100, 200, 300 or «
S-222. 6" 0.¢. or min. 2,500 psi inch total thickness, Stl.'uctodek HD W.Ith Note 2 (min. #14 fasteners only) (16 per 4x8 320 Smooth in or 320 Smooth in hot | 320 FR in hot -60.0
structural concrete loose laid Primed Red Coating ft board) hot asphalt asphalt asphalt
e ot oss, | combination min. 1.6+ | Densbeck brime o e bh.CAL . | BP-CAL BP-AA
R steel; 6 ft span; eks 5, § .1.5- R ) _ -CA1, BP- ) ’ ]
5-223. 6" 0.c. or min. 2,500 psi inch total thickness, SECUROCK Gypsum- Note 2 1per1.6ft* | BP-AA, SBS-AA AA, SBS-CA1, SBS- Ziso(;AAlP’Psii\ 60.0
structural concrete loose laid Fiber Roof Board AA or APP-TA
ne or more layers, an Min. 1-inch Roxul . 12-inch o.c. ional) One or
Min. 22 ga., type B, Grade 40 ?onik?inatic:)s fnyii si aS—V MlonoBIoacrd PTSSor Treiliks £ D Rkendigyith thlr(§u ‘:]C ir(l)(?rtejoBs-zif\)l eBcl)’- BP-CAL BP-AA,
S-224. steel; 6 ft span; 5/8” puddle ) N t X . Trufast Coiled Batten Bar-Deep g BP-AA, SBS-AA ! SBS-CA1, SBS- -67.5
welds, 6” o.c. inch total thickness, Min. 2-inch TopRock Well (BB-20R-3-DW) bars spaced AA, SBS-CA1, SBS- AA or APP-TA
loose laid DD Plus 18-inch o.c. AA or APP-TA
Dekfast DF-#15-PH3 with Dekfast
One or more layers, any Min. 0.125-inch PLT-R-3, Tremco #1510 XHD (Optional) One or
Min. 22 ga., type B, Grade 80 I . ( . ” o ) ) BP-CA1, BP-AA,
$-225. steel: 6 ft span, #12 HWH Teks 5 .comblnatlon', min. 1.5 TremBoard AC or . Fastener with Tremco 3” Ribbed 1per2.0t2 | BP-AA, SBS-AA more BP-CA1, BP SBS-CA1, SBS- 675
with %” washers. 6” o.c. inch total thickness, STURDY-DEK Asphaltic | Galvalume Plate, Tremco #15 EHD AA, SBS-CA1, SBS- AA or APP-TA
' loose laid Coverboard with Tremco 3” Metal Insulation AA or APP-TA
Plate
One or more layers, any Tremco #1510 XHD Fastener with
Min. 22 ga., type B, Grade 80 . . B . N e . : BP-CA1, BP-AA,
5226 steel; 6 ft span; #12 HWH Teks 5 .comblnatlon., min. 1.5 Min. 0.5 Inch Tremco 3-in. Ribbed qalvalume Plzilte 1per2.0f | BP-AA, SBS-AA (Optional) BP-AA, $BS-CAL, SBS- 75.0
3 ” inch total thickness, DensDeck Prime or Tremco #15 EHD with Tremco 3 SBS-AA or APP-TA
with %” washers, 6” o.c. X AA or APP-TA
loose laid Metal Insulation Plate
One or more layers, any ) .
Min. 22 ga., type B, Grade 80 A . ) Min. 0.5-inch . " . ) BP-CA1, BP-AA,
5-227. steel; 6 ft span; #12 HWH Teks 5 T:Cn;l:l:l:ltllflzc E:"gs'sl‘s SECUROCK Gypsum- Eiszngilsa EEE l‘,"l’:tZT’em“’ 3 1per2.0ft2 | BP-AA, SBS-AA (S(;‘S’t:’:?r) igPAg'\ SBS-CA1, SBS- 75.0
with %” washers, 6” o.c. ) ! Fiber Roof Board AA or APP-TA
loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any BP-CA1, BP-AA
steel; 6 ft span, two (2) #12 HWH combination, min. 1.5- Min. 0.5-inch Tremco #14 HD with Tremco 3” (Optional) BP-AA, ! ’
-228. h 3n " . . . . 1 1.3 ft2 | BP-AA, SBS- SBS-CAL1, SBS- -112.
5-228 Teks 5 with %” washers, 6” o.c. or | inch total thickness, DensDeck Prime Metal Insulation Plate per 1.3 ft P-AA, SBS-AA SBS-AA or APP-TA >
min. 2,500 psi structural concrete loose laid AA or APP-TA
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TABLE 2e: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeArR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer d Y e MDP
No. (Note 1) (Note 17, Note 13) Type Fastener (Note 11) ac Base Pl PI Cap PI (psf)
yp ote (Note 17) y y p Ply
Min. 22 ga., type B, Grade 33 One or more layers, any
steel; 6 ft span, two (2) #12 HWH combination, min. 1.5- Min. 0.5-inch Tremco #14 HD with Tremco 3” . (Optional) BP-AA, BP-AA, SBS-AA
SR Teks 5 with %” washers, 6” o.c. or | inch total thickness, DensDeck Prime Metal Insulation Plate Rk BP-AA, SBS-AA SBS-AA or APP-TA or APP-TA 157.5
min. 2,500 psi structural concrete loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any Min. 0.5-inch
steel; 6 ft span, two (2) #12 HWH | combination, min. 1.5- - Tremco #14 HD with Tremco 3” (Optional) BP-AA, BP-AA, SBS-AA
-230. Sr 3n " ) . ECUROCK - . 3 ft? -AA, SBS- -157.
5-230 Teks 5 with %” washers, 6” o.c. or | inch total thickness, S_ CUROCK Gypsum Metal Insulation Plate lperl3ft BP-AA, SBS-AA SBS-AA or APP-TA or APP-TA 1575
min. 2,500 psi structural concrete loose laid Fiber Roof Board
Min. 22 ga., type B, Grade 33 One or more layers, any Min. 0.5-inch
steel; 6 ft span, two (2) #12 HWH | combination, min. 1.5- - Tremco #14 HD with Tremco 3” (Optional) BP-AA, BP-AA, SBS-AA,
-231. Sr 3n " ) . ECUROCK - . .0 ft2 -AA, SBS- -172.
5-231 Teks 5 with %” washers, 6” o.c. or | inch total thickness, S_ CUROCK Gypsum Metal Insulation Plate Lper10ft BP-AA, SBS-AA SBS-AA, APP-TA APP-TA 172.5
min. 2,500 psi structural concrete loose laid Fiber Roof Board
Min. 22 ga., type B, Grade 33 One or more layers, any Min. 0.5-inch (Optional) One or
steel; 6 ft span; #12 HWH Teks 5, combination, min. 1.5- DensDeck Prime or )
S-232. 6” 0.c. or min. 2,500 psi inch total thickness, SECUROCK Gypsum- Note 2 1 per 1.6 ft SBS-AA ;_n:re SBS-AA, SBS SBS-TA -60.0
structural concrete loose laid Fiber Roof Board
| Min. 1-inch R | 5 12-inch o.c. .
Min. 22 ga., type B, Grade 40 ?;nik?i;;ic:s fnyiirsi asrjy Mlc?noBI(;:rd Pc;:j: or Tremco #15 EHD Fastener with th":;u z:]c (Optional) One or
S-233. steel; 6 ft span; 5/8” puddle inch total thi;:knes.s ' Min. 2-inch TopRock Trufast Coiled Batten Bar-Deep bars s agced SBS-AA more SBS-AA, SBS- | SBS-TA -67.5
welds, 6” o.c. ; ’ . P Well (BB-20R-3-DW) 5 5P TA
loose laid DD Plus 18-inch o.c.
Dekfast DF-#15-PH3 with Dekfast
Min. 22 B Grade 80 One or more layers, any | Min. 0.125-inch PLT-R-3, Tremco #1510 XHD (Optional) One or
in. 22 ga., type B, Grade L . ( . » oo
5234, steel; 6 ft span, #12 HWH Teks 5 .combmanon', min. 1.5 TremBoard AC or . Fastener with Tremco 3” Ribbed 1per2.0f2 | SBS-AA more SBS-AA, SBS- | SBS-TA 675
with %” washers. 6” o.c. inch total thickness, STURDY-DEK Asphaltic | Galvalume Plate, Tremco #15 EHD TA
' loose laid Coverboard with Tremco 3” Metal Insulation
Plate
Min. 22 ga. tvbe B. Grade 80 One or more layers, any Tremco #1510 XHD Fastener with (Optional) One or
in. 22 ga., type B, Grade o . B 9 i r .
5-235. | steel; 6 ft span; #12 HWH Teks 5 | COTDInAtion, min. 1.5- | Min. 0.5-inch Tremco 3-in. Ribbed Galvalume Plate | 4 5 o2 | sps.aA more SBS-AA, SBS- | SBS-TA -75.0
e B inch total thickness, DensDeck Prime or Tremco #15 EHD with Tremco 3
with %” washers, 6” o.c. X TA
loose laid Metal Insulation Plate
One or more layers, any . . .
Min. 22 ga., type B, Grade 80 - . ) Min. 0.5-inch . ” (Optional) One or
$-236. | steel; 6 ft span; #12 HWH Teks 5 _°°”}:b'"at|'°}:‘_’ I:”'”' 15| sEcUROCK Gypsum- Iﬂre?ﬁ’ #1|5 EHD oL 'tth Tremco 3 1per2.0ft2 | SBS-AA more SBS-AA, SBS- | SBS-TA 75.0
with %” washers, 6” o.c. inc totf’:l thickness, Fiber Roof Board etal Insulation Plate TA
loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any (Opti
L R . . . " ptional) One or
steel; 6 ft span, two (2) #12 HWH combination, min. 1.5- Min. 0.5-inch Tremco #14 HD with Tremco 3
a . : ” " . A . . 1 1.3 ft2 BS- SBS-AA, SBS- BS- -112.
5237 Teks 5 with %” washers, 6” o.c.or | inch total thickness, DensDeck Prime Metal Insulation Plate per 1.3ft* | SBS-AA more SBS-TA 5
min. 2,500 psi structural concrete loose laid TA
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TABLE 2e: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeArR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer d Y e MDP
No. Note 1 (Note 17, Note 13) Type Fastener (Note 11) ac Base Pl Pl Cap Pl (psf)
(Note 1) = e HE (Note 17) & v IR
Min. 22 ga., type B, Grade 33 One or more layers, any (Opti
L R . . . " ptional) One or
steel; 6 ft span, two (2) #12 HWH combination, min. 1.5- Min. 0.5-inch Tremco #14 HD with Tremco 3 .
SR Teks 5 with %” washers, 6” o.c. or | inch total thickness, DensDeck Prime Metal Insulation Plate Lper 1Oft2 | SBS-AA more SBS-AA, SBS SBS-TA 157.5
min. 2,500 psi structural concrete loose laid TA
i One or more layers, an
’\fclln-liléga., tvpt: . G(zr?ii;ilWH combination myin i 5-y Min. 0.5-inch Tremco #14 HD with Tremco 3” (Optional) One or
$-239. steel; b It span, two 12) % _ L min- 2. SECUROCK Gypsum- ! 1per1.3ft2 | SBS-AA more SBS-AA, SBS- | SBS-TA -157.5
Teks 5 with %” washers, 6” o.c. or | inch total thickness, . Metal Insulation Plate
min. 2,500 psi structural concrete loose laid Fiber Roof Board TA
l\fin‘|.262]§[a., tvpi . G(Zr?ii;ilWH coc:]nisi;;:g: Ifnyiirsi 35’_‘\’ Min. 0.5-inch Tremco #14 HD with Tremco 3” (Optional) One or
$-240. steel; B It span, two 12) % -« _ L min- 2. SECUROCK Gypsum- ! 1per1.0ft2 | SBS-AA more SBS-AA, SBS- | SBS-TA -172.5
Teks 5 with %” washers, 6” o.c. or | inch total thickness, . Metal Insulation Plate
min. 2,500 psi structural concrete loose laid Fiber Roof Board TA
SEBS-APPLIED BASE PLY:
Min. 0.25-inch
DenDeck, DensDeck
st rens s, | combimation min. 1.5, | Prime, DEXcellFA L per 20 | v so0or | Endure 100,200, 305 | 400, 200, 00cr
) steel; span; eks 5, , . 1.5- . , , or ndure , , 3 3 or B %
S-241. 6" o.c. or min. 2,500 psi inch total thickness, Glass Mat Roof Board Note 2 (min. #14 fasteners only) (16 per 4x8 320 Smooth in or 320 Smooth in 320 FRin 52.5
structural concrete loose laid or SECUROCK ft board) THERMastic 80 THERMastic 80 THERMastic 80
Gypsum-Fiber Roof
Board
e e gudese | Oreor eVt Y | i 0 1perzofe | row et | (optora) owcapy | rowcnay e
N steel; 6 ft span; eks 5, combpination, min. 1.5- . . , , or ndure , , , , or ~ *
S-242. 6" 0.¢. or min. 2,500 psi inch total thickness, Stl.'uctodek HD W.Ith Note 2 (min. #14 fasteners only) (16 per 4x8 320 Smooth in or 320 Smooth in 320 FRin 60.0
structural concrete loose laid Primed Red Coating ft board) THERMastic 80 THERMastic 80 THERMastic 80
Min. 22 ga., type B, Grade 33 One or more layers, any | Min. 0.5-inch
steel; 6 ft span; #12 HWH Teks 5, combination, min. 1.5- DensDeck Prime or , | BP-SEBS, SBS- (Optional) BP-
5243 | & 5.c.or min. 2,500 psi inch total thickness, SECUROCK Gypsum- | Note2 1perl6ft | cppg SEBS, SBS-SEBS SBS-SEBS 600
structural concrete loose laid Fiber Roof Board
One or more layers, any | Min. 1-inch Roxul . 12-inch o.c.
Min. 22 ga., type B, Grade 40 - R Tremco #15 EHD Fastener with .
nation, min. 1.5- MonoBoard Pl r hrough BP-SEBS, SBS- nal) BP-
$-244. | steel; 6 ft span; 5/8” puddle Gnbinatiggymin. 1.5 onoBoard Plus o Trufast Coiled Batten Bar-Deep throug SEBS, 585 (Optional) SBS-SEBS -67.5
" inch total thickness, Min. 2-inch TopRock bars spaced | SEBS SEBS, SBS-SEBS
welds, 6” o.c. ) Well (BB-20R-3-DW) -
loose laid DD Plus 18-inch o.c.
Dekfast DF-#15-PH3 with Dekfast
Min. 22 tvoe B, Grad o One or more layers, any Min. 0.125-inch PLT-R-3, Tremco #1510 XHD
in. 22 ga., type B, Grade A . | . ”n: R _ : ~
S-245. steel: 6 ft span, #12 HWH Teks 5 .comblnatlon., min. 1.5 TremBoard AC or . Fastener with Tremco 3” Ribbed 1 per 2.0 ft2 BP-SEBS, SBS (Optional) BP SBS-SEBS 675
with %” washers, 6” o.c. inch total thickness, STURDY-DEK Asphaltic | Galvalume Plate, Tremco #15 EHD SEBS SEBS, SBS-SEBS
loose laid Coverboard with Tremco 3” Metal Insulation
Plate
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TABLE 2e: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeArR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer d Y e MDP
No. (Note 1) (Note 17, Note 13) Type Fastener (Note 11 ac Base Pl Pl Cap Pl sf
yp (Note 11) (Note 17) y y p Ply
Min. 22 ¢ B Grade 80 One or more layers, any Tremco #1510 XHD Fastener with
in. 22 ga., type B, Grade N . . . R . .
combination, min. 1.5- Min. 0.5-inch Tremco 3-in. Ribbed Galvalume Plate BP-SEBS, SBS- (Optional) BP-
-246. teel; 6 ft ; #12 HWH Teks 5 . N . ) ) .0 ft? ! - -75.
5246 se 3 span " e inch total thickness, DensDeck Prime or Tremco #15 EHD with Tremco 3 20" SEBS SEBS, SBS-SEBS SBS-SEBS 750
with %" washers, 6” o.c. X
loose laid Metal Insulation Plate
One or more layers, any ) .
Min. 22 ga., type B, Grade 80 _— ; ) Min. 0.5-inch ’ ” ) ; i }
S-247. | steel; 6 ft span; #12 HWH Teks 5 For:]‘b'“atl'or:‘,’ I'(“'”' 15| Securock Gypsum- Inre;nﬁ) #1|5 tE_HD oL 'tth TremOQ 1 per 2.0 ft2 B:BSEBS' oS “;gm”;') BEPB SBS-SEBS -75.0
with %” washers, 6” o.c. inch total thickness, Fiber Roof Board etal Insulation Plate SEBS SEBS, SBS-SEBS
loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any
steel; 6 ft span, two (2) #12 HWH combination, min. 1.5- Min. 0.5-inch Tremco #14 HD with Tremco 3” , | BP-SEBS, SBS- (Optional) BP-
5-248. Teks 5 with %” washers, 6” o.c. or | inch total thickness, DensDeck Prime Metal Insulation Plate Lperl3ft SEBS SEBS, SBS-SEBS SBS-SEBS 1125
min. 2,500 psi structural concrete loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any
steel; 6 ft span, two (2) #12 HWH | combination, min. 1.5- Min. 0.5-inch Tremco #14 HD with Tremco 3” BP-SEBS, SBS- (Optional) BP-
-249. . ” " . A . . 1 1.0 ft? BS-SEB -157.
SR Teks 5 with %” washers, 6” o.c. or | inch total thickness, DensDeck Prime Metal Insulation Plate per 1.0 ft SEBS SEBS, SBS-SEBS SBS-SEBS 375
min. 2,500 psi structural concrete | |gose laid
Min. 22 ga., type B, Grade 33 One ormore layers, any |\ o0 @
steel; 6 ft span, two (2) #12 HWH | combination, min. 1.5- C Tremco #14 HD with Tremco 3” BP-SEBS, SBS- (Optional) BP-
-250. . ” " . A SECUROCK G - . 1 1.3 ft? BS-SEB -157.
5-250 Teks 5 with %” washers, 6” o.c. or | inch total thickness, ib ¢ ypsum Metal Insulation Plate per 1.3 ft SEBS SEBS, SBS-SEBS SBS-SEBS 373
min. 2,500 psi structural concrete | |gpse laid Fiber Roof Board
Min. 22 ga., type B, Grade 33 One or more layers, any Min. 0.5-inch
steel; 6 ft span, two (2) #12 HWH | combination, min. 1.5- - Tremco #14 HD with Tremco 3” BP-SEBS, SBS- (Optional) BP-
-251. . ” " . A ECUROCK = . 1 1.0 ft2 BS-SEB -172.
25 Teks 5 with %” washers, 6” o.c. or | inch total thickness, S'bCU ch Gypsum Metal Insulation Plate per 1.0 ft SEBS SEBS, SBS-SEBS SBS-SEBS >
min. 2,500 psi structural concrete loose laid Fiber Roof Board
TORCH-APPLIED BASE PLY:
One or more layers, any ; .
Min. 22 ga., type B, Grade 40 A R ) Min. 0.5-inch . " X §
§-252. | steelor min. 2,500 psistructural | COMPINation, min-15- | cpp ok Guosum- | 1remeo #14 HD with Tremco 3 1per3.2ft | APP-TA, sgs-TA | (OPHONANAPPTA, | \op 10 sBs-TA | -45.0*
inch total thickness, X Metal Insulation Plate SBS-TA
concrete . Fiber Roof Board
loose laid
One or more layers, any : !
Min. 22 ga., type B, Grade 40 A R Min. 0.25-inch i " .
.1.5- 14 HD -
5-253. | steelor min. 2,500 psi structural | ComPIAtion, min. L5 op 0oy gupsym. | Tremeo #14 HD with Tremco 3 1per2.0f2 | APP-TA, ss-TA | (OPUONANAPPTA, 1\ 0p o SBS.TA | -45.0%
inch total thickness, . Metal Insulation Plate SBS-TA
concrete . Fiber Roof Board
loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any | Min. 0.5-inch
steel; 6 ft span; #12 HWH Teks 5 combination, min. 1.5- DensDeck Prime or (Optional) APP-TA,
S-254. ! Y . ! Note 2 1 1.6 ft2 | APP-TA, SBS-TA ! APP-TA, SBS-TA -60.0
6" 0.c. or min. 2,500 psi inch total thickness, SECUROCK Gypsum- | ~ o= per ' SBS-TA '
structural concrete loose laid Fiber Roof Board
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TABLE 2e: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeArR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Teks 5 with %” washers, 6” o.c. or
min. 2,500 psi structural concrete

inch total thickness,
loose laid

Fiber Roof Board

Metal Insulation Plate

SBS-TA

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer d Y e MDP
No. (Note 1) (Note 17, Note 13) Type Fastener (Note 11 ac Base Pl Pl Cap Pl sf
yp (Note 11) (Note 17) y y p Ply
One or more layers, any . 12-inch o.c.
Min. 22 ga., type B, Grade 40 combination, min. 1.5- Min. 1-inch Roxul Tremco #15 EHD Fastener with through
S-255. steel; 6 ft span; 5/8” puddle ) N o ' Trufast Coiled Batten Bar-Deep g SBS-TA (Optional) SBS-TA SBS-TA -67.5
welds, 6” o.c. inch total thickness, MonoBoard Plus Well (BB-20R-3-DW) bars spaced
loose laid 18-inch o.c.
Min. 22 ga., type B, Grade 33 One or more layers, any Min. 0.25-inch
; ; binati in. 1.5- C T #14 HD or #15 EHD with
5-256. | Steel6ftspan; #12 HWHTeks 5, | combination, min SECUROCK Gypsum- remco #14 HD or #15 EHOGQE 1per1.8f2 | SBS-TA (Optional) SBS-TA | SBS-TA -60.0
6" 0.c. or min. 2,500 psi inch total thickness, ) Tremco 3” Metal Insulation Plate
structural concrete IOOSe |a|d Flber ROOf Board
Min. 22 ga., type B, Grade 33 Min. 0.5-inch
; ; - T #14 HD with Ti ”
§-257, | Steeli6ftspan; #12HWHTeksS, |\ SECUROCK Gypsum- remco #14 HD with TICQegy lper1.3f2 | SBS-TA (Optional) SBS-TA | SBS-TA -67.5
6” o.c. or min. 2,500 psi X Metal Insulation Plate
structural concrete Flber ROOf Board
Min. 22 ga., type B, Grade 33 One or more layers, any . .
teel; 6 ft ; #12 HWH Teks 5 combination, min. 1.5- Min. 0.25-inch Tremco #14 HD with Tremco 3”
$-258. P rieie s e SECUROCK Gypsum- ! 1per1.3ft2 | SBS-TA (Optional) SBS-TA | SBS-TA -75.0
0.c. or min. 2,500 psi inch total thickness, ) Metal Insulation Plate
structural concrete IOOSe |a|d Flber ROOf Board
Min. 22 ea.. type B, Grade 80 One or more layers, any Tremco #1510 XHD Fastener with
in. 22 ga., type B, Grade L . R . N i . . R
5250, steel: 6 ft span; #12 HWH Teks 5 f:omblnatlon., min. 1.5 Min. 0.5 Inch Tremco 3-in. Ribbed qalvalume Plzilte 1per2.0f2 | APP-TA, SBS-TA (Optional) APP-TA, APP-TA, SBS-TA 75.0
with %” washers, 6” o.c. inch total thickness, DensDeck Prime or Tremco #15 EHD with Tremco 3 SBS-TA
loose laid Metal Insulation Plate
One or more layers, any . .
Min. 22 ga., type B, Grade 80 N R Min. 0.5-inch . . .
. 1.5- -
5-260. steel; 6 ft span; #12 HWH Teks 5 Fongb'”atl'ﬂ:’_' I’(“'” > SECUROCK Gypsum- Lre:"ﬁ’ #1|5 tE.HD;"l’ 'tth Tremco 3 1per2.0ft2 | APP-TA, SBS-TA (Sozt"’:a') APPTA | npp-TA, SBS-TA | -75.0
with %” washers, 6” o.c. inch total thickness, Fiber Roof Board etal Insulation Plate BS-T.
loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any
steel; 6 ft span, two (2) #12 HWH combination, min. 1.5- Min. 0.5-inch Tremco #14 HD with Tremco 3” (Optional) APP-TA,
-261. X ” " . . . . 1 1.3 ft2 | APP-TA, SBS-TA APP-TA, SBS-TA -112.
5-26 Teks 5 with %” washers, 6” o.c.or | inch total thickness, DensDeck Prime Metal Insulation Plate per 1.3t 585 SBS-TA SBS >
min. 2,500 psi structural concrete loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any
steel; 6 ft span, two (2) #12 HWH combination, min. 1.5- Min. 0.5-inch Tremco #14 HD with Tremco 3” (Optional) APP-TA,
-262. X ” " . A . . 1 1.0 ft? | APP-TA, SBS-TA APP-TA, SBS-TA -157.
5-26 Teks 5 with %” washers, 6” o.c. or | inch total thickness, DensDeck Prime Metal Insulation Plate per 1.0t SBS SBS-TA SBS >7:5
min. 2,500 psi structural concrete loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any |\ =
; binati in. 1.5- C 14 HD wi ” i -
$-263. steel; 6 ft span, two (2) #12 HWH combination, min SECUROCK Gypsum- Tremco #14 HD with Tremco 3 1per13f | APP-TA, SBS-TA (Optional) APP-TA, APP-TA, SBS-TA 1575
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NEmoO | etc.e
TABLE 2e: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer P y e MDP
No. Note 1 (Note 17, Note 13) Type Fastener (Note 11) ac Base Pl Pl Cap Pl (psf)
(Note 1) = e HE (Note 17) & v IR

Min. 22 ga., type B, Grade 33 One or more layers, any Min. 0.5-inch
steel; 6 ft span, two (2) #12 HWH | combination, min. 1.5- . Tremco #14 HD with Tremco 3” 7 (Optional) APP-TA,

Sk Teks 5 with %” washers, 6” o.c. or | inch total thickness, S.ECU ROC:C( Gypzum Metal Insulation Plate o™ ProTA SO SBS-TA APP-TA, SBS-TA 172.5
min. 2,500 psi structural concrete loose laid Fiber Roof Boar:

TABLE 2F: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SySTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Insulation and/or Thermal Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) Barrier (Note 17, Note 13) Type Fastener (Note 11) | Spacing Base Ply Cap Ply (psf)
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
g”n;, Ziga" ty|p: ?I One or more layers, any BURmastic Composite Ply 6-inch o.c. at the min. 4-inch One or
rade steel; t 7 . . o .
’ T #14 H D hT . | -inch o.c. BP- -
S-265. span, #12 HWH Teks 5, | combination, min. 2-inch total HT, BURmastic Composite .remco eavy Duty with Tremco 3 in wide laps and 6-inch o.c. at more BP-CA6 or -112.5
,, ; ) . . Ribbed Galvalume Plate two (2) equally spaced center CA6 or SBS- | SBS-CA6
6" 0.c. or min. 2,500 thickness, loose-laid Ply Premium
psi structural concrete rows CA6
"\3/””& Zzsga" tyIpZ?tl One or more layers, any BURmastic Composite Ply Dekfast DF-#15-PH3 with Dekfast PLT-R-3 6-inch o.c. at the min. 4-inch One or
rade steel; r _H-2- i - - -
5-266. | span; #12HWH Teks5 | combination, min. 2-inch total | HT, BURmastic Composite | OF.Dekfast PLT-H-2-7/8 or Tremco #1510 | wide [aps and E-inch o.c. at more BP BP-CAG or -120.0
ith %" washers, 6” A e . XHD Fastener with Tremco 3-in. Ribbed two (2) equally spaced center CA6 or SBS- | SBS-CA6
with %” washers, thickness, loose-laid Ply Premium
o.c. Galvalume Plate rows CA6
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ PEER-TRM-006.B.R20 for FL20325-R22 (HVHZ)
Certificate of Authorization #32455 Tremco Modified Bitumen Roof Systems; (800) 562-2728 Revision 20: 08/12/2026

TOP OF APPENDIX Appendix 1, Page 75 of 135



TABLE 2G: STEEL DECKS —NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED POWERFAST, BONDED ROOF COVER

NEmoO | etc.e

Gy Deck Insulation and/or PowerFAST (Note 15A) Roof Cover (Note 15) MDP
No Note 1 Thermal Barrier A | I of
b (Note 1) (Note 17, Note 13) Type Fastener (Note 11) Spacing Base Ply Cap Ply (psf)
POWERPLY ENDURE 100 SMOOTH WITH FASTENERS/STRESS PLATES:
Min. 22 ga., type B, One or m(?re I.ayers,. POWERply . 6-inch o.c. within the min. 5-inch wide, (Optional) POWERply POWERply Endure ?00,
5-267 Grade 40 steel; 6 ft any combination, min. Endure 100 Tremco #15 EHD with Tremco POWERDIY Endure BIO Adhesive TF sealed Endure 100, 200, 300 or 320 | 200, 300 or 320 FR in 60.0*
: span, #12 HWH Teks | 2-inch thick, prelim. e 2.4” Barbed Seam Plate e ln s v Smooth in POWERply POWERply Endure BIO :
5,6"o.c. attach P Endure BIO Adhesive TF Adhesive TF
POWERPLY ENDURE 200 SMOOTH WITH FASTENERS/BATTEN BARS:
Min. 22 ga., type B,
Grade 80 steel; 6 ft One or more layers, POWERply Tremco #15 EHD Fastener with | 6-inch o.c. within the min. 4-inch wide (Optional) BP-CAS or SBS-
S-268. span; #12 HWH Teks | any combination, Endure 200 Trufast Coiled Batten Bar-Deep | POWERply Endure BIO Adhesive TF sealed CAF; BP-CAS or SBS-CA5 -75.0
5 with %” washers, prelim. attach Smooth Well (BB-20R-3-DW) side laps
6” o.c.
POWERPLY HEAVY DUTY BASE SHEET WITH FASTENERS/STRESS PLATES:
. . BP-CA1 (laps sealed with
Min. 22 ga., type B, 0 I POWERDI (Optional) BP-CA1 (laps sealed R
Grade 40 steel; 6 ft ne or m(?re .ayers, Pl Tremco #14 HD with Tremco 12-inch o.c. within the min. 4-inch wide with Tremco LF Adhesive) or Tremco LFAdhes've? or
S-269. any combination, Heavy Duty , . . ) SBS-CAL1 (laps hot air -45.0
span, #12 HWH Teks ’ h h 2.4” Barbed Metal Seam Plate Tremco LF Adhesive sealed side laps SBS-CA1 (laps hot air welded or welded or sealed with
5,6” o.c. prelim. attac Base Sheet sealed with Tremco LF Adhesive) R
Tremco LF Adhesive)
f . BP-CAL1 (laps sealed with
Min. 22 ga., type B, I POWERDI (Optional) BP-CA1 (laps sealed R
Grade 40 steel; 6 ft One or m9re .ayers, © Py Tremco #15 EHD with Tremco 12-inch o.c. within the min. 4-inch wide with Tremco LF Adhesive) or Tremco LFAdheS'vez or
S-270. any combination, Heavy Duty \ . i ) SBS-CA1 (laps hot air -60.0
span, #12 HWH Teks i h h 2.4” Barbed Metal Seam Plate Tremco LF Adhesive sealed side laps SBS-CA1 (laps hot air welded or welded or sealed with
5,6” o.c. prelim. attac Base Sheet sealed with Tremco LF Adhesive) |
Tremco LF Adhesive)
Min. 22 ga., type B,
Grade 40steel; 6ft | One or more layers, POWERPIY | 1. o o #15 EHD with Tremco | 12-inch o.c. within the min. 4-inch wide (Optional) BP-AA, SBS-AA, BP-AA, SBS-AA, BP-
S-271. | span, #12HWHTeks | any combination, Heawy DUty 1) 47 Barbed Metal Seam Plate | Tremco LF Adhesive sealed side laps BP-SEBS, SBS-SEBS SEBS, SBS-SEBS 823
5 with %” washers, prelim. attach Base Sheet ’ P ! !
6” o.c.
Min. 22 ga., type B,
Grade 40 steel: 6 ft One or more layers, POWERply . . L. . . .
’ T #15 EHD hT 12-inch o.c. hin th . 4-inch
S-272. span, #12 HWH Teks | any combination, Heavy Duty ZT’?‘;:rbez Metavlwstean:e};TaCtZ Trelr:((::o TFCA\::i\’:es::/: :e;;:; sidla:(I:a v:|de (Optional) SBS-TA SBS-TA -82.5
5 with %” washers, prelim. attach Base Sheet : P
6” o.c.
Min. 22 ga., type B, | One or more layers
Grade 80 steel; 6 ft . R \ ’ POWERply . 6-inch o.c. within the min. 5-inch wide .
! . 2-inch thick, T #15 EHD with T Opt 1) BP-CAS5 or SBS-
$-273. span; #12 HWH Teks | - <~!NCN TICK 8NV a vy Duty iy ° withTremco | o\ eRoly Endure BIO Adhesive TF sealed | (OPHOM!) or BP-CAS5 or SBS-CAS -105.0
Sy combination, loose- 2.4” Barbed Metal Seam Plate . CA5
5 with %” washers, A Base Sheet side laps
6" o.c. laid
g’””('j zéga't' tylpz ?t One or more layers, POWERply 6-inch o.c. within the min. 5-inch wide Base Ply: SBS-CAS5 or SBS-
rade steel; . . . . .
! . 2- 15 EHD E E B TA
S274. | span;#12HWHTeks | T '"tc_h thl'Ck' 3| Heavy Duty ;r:,f“;" z 3 MH "I":h TrePTw o Roly d"g‘freh 10 Adhes e Sei'ed -~ SBS-CAS or SBS-TA 1125
5 with %” washers, combination, loose- Base Sheet .4” Barbed Metal Seam Plate side laps and 6-inch o.c. in one (1) center Ply (Optional): SBS-CAS or
6" o.c. laid row SBS-TA
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NEmoO | etc.e
TABLE 2G: STEEL DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED POWERFAST, BONDED ROOF COVER

Gy Deck Insulation and/or PowerFAST (Note 15A) Roof Cover (Note 15) MDP
Thermal Barrier .
No. (Note 1) (Note 17, Note 13) Type Fastener (Note 11) Spacing Base Ply Cap Ply (psf)
== =)
i 6-inch o.c. within the min. 5-inch wide
Min. 22 ga., type B, One or more layers
. ’ POWERply End BIO Adhesive TF |
s-275 Sr::? #81025:1?/\% 6T§<s min. 2-inch thick, any :23\/://3;;;[}:/ Tremco #15 EHD with Tremco | 0\ 5 ;/ndne-l:r:ih o.c.in oe;:z) c:iieerd (Optional) SBS-CAS or SBS- | ¢pc ¢ or sBS-TA -112.5
’ pan; o combination, loose- y buly 2.4” Barbed Metal Seam Plate P N, . TA '
5 with %” washers, laid Base Sheet row; Center rows stripped-in with 6-inch
6”o.c. wide strips of SBS-CA5
Min. 22 ga., type B, | Ope or more layers, ) . o \
5276 f;:gifos(t;e;g& min. 2-inch thick, any :2:’/5?1}:’\/ Tremco #15 EHD with Tremco ?;:;T:;LCF xvét:;ziflzesgllr;.dssjilgs;av;;d:n d Base Ply: SBS-TA SBS-TA 2175
HWH Teks 5 with %" cgmbmahon, loose- Base Sheet 2.4” Barbed Metal Seam Plate 6-inch o.c. in one (1) center row Ply (Optional): SBS-TA
washers, 6” o.c. laid
Min. 22 ga., type B, 6-inch o.c. within the min. 5-inch wide
Grade 40 steel; 6 ft Or.1e or.more Ifzyers, POWERply . Tremco LF Adhesive sealed side laps and
5277 span; two (2) #12 min. 2-inch thick, any |\ 0y | Tremeo #15 BHD with Tremeo | o ' 0 i one (1) center row; Center | (Optional) SBS-TA SBS-TA 217.5
: / ., | combination, loose- 2.4” Barbed Metal Seam Plate T . T '
HWH Teks 5 with % A Base Sheet rows stripped-in with 6-inch wide strips of
washers, 6” o.c. laid SBS-TA
Min. 22 ga., type B, One or more layers, . e . . )
5278 Spr::e ti\?os(t:)e ::;162& min. 2-inch thick, any :SaV:I/SRDTZy Tremeo #15'§QR with Trefgco f’r?r;r;oo LCF VAvcljt:;Zi\t/Zesgllr;HS;;S(:Tavslsdaend Base Ply: SBS-TA SBS-TA -247.5
HWH Teks 5 with %" cgmbmahon, loose- Base Sheet 2.4” Barbed Metal Seam Plate 6-inch o.c. in one (1) center row Ply (Optional): SBS-TA
washers, 6” o.c. laid
i 6-inch o.c. within the min. 5-inch wide or
Min. 22 ga., type B,
Grade 80 steel; 6 ft S:: ;r_ir:;:;:iacfr;'w POWERply Tremco #15 EHD with Tremco Tremco LF Adhesive sealed side laps and
-279. ; two (2) #12 — § -i .C.i ; i - - - .
S-279 span; two (2) "2 | ombination, loose- Heavy Duty 2.4” Barbed Metal Seam Plate 6-inch o.c in o.ne ('1) cen.ter FOYV Cen.ter (Optional) SBS-TA SBS-TA 247.5
HWH Teks 5 with % : Base Sheet rows stripped-in with 6-inch wide strips of
washers, 6” o.c. laid SBS-TA
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TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SySTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer(s) Top Insulation Layer Roof Cover (Note 15)
Sys. Deck e e MDP
No. (Note 1) T ac T 3¢ B. Pl Pl Pl (psf)*
ype (Notes 6,7,8) ype (Notes 6,7,8) ase Fly Y (EDL7
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Additional Insulation Layer(s): Additional
(Optional) Min. 1-inch base Layer(s): LRFIA
i i insulation i
Min. 2,500s |y 2 inch Trisotech G, Trisotech CGF, LRFIA or o or LRAA(BS) | gp cag opsps. | (OPtional) One or BP-CA1 or .
C-1. structural Trisotech or H-Shield LRFIA(BG) Coverboard: Min. 1-inch MonoBoard | Coverboard: CAL more BP-CA1 or SBS- SBS-CA1 -60.0
concrete Plus or Min. 2-inch TopRock DD Plus | LRFIAor CAl
(no extrapolation permitted for !-RF'A(BG)' 6
ribbon attachment) TGO C-
Min. 0.25-inch DensDeck Prime or
SECUROCK Gypsum-Fiber Roof
Min. 2,500 psi (O.ptlonal) Min. 0:5-|nch Trlsot.ech G, . LRFIA or Board or min. 0.5-inch SECUROCK LRFIA or BP-CA1 or SBS- (Optional) One or BP-CA1 or
C-2. structural Trisotech CGF, Trisotech, H-Shield, Multi- LRFIA(BG) Cement Roof Board or Structodek LRFIA(BG) cAl more BP-CA1 or SBS- SBS-CAL -60.0
concrete Max FA3, ISOGARD CG or Ultra-Max HD with Primed Red Coating or min. CA1
7/16-inch DEXcell Cement Roof
Board
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 0.125-inch TremBoard AC, min.
.25-i DensD DensDeck
(Optional) Min. 0.5-inch Trisotech G, gri;;n:rSEEZnggi‘G;:ssunifﬁber
c3 's\:lrlzctzuf:?lo ™ I/lr:; tFic: TZS%FG/I:EOI:ZCZTJEZEII\L)':A c:'ltrlr;in LRFIA Mgy cof Boar Quugiepp-inch LRFIA or BP-CAG, 5B5- Ew?ci)rt;ogr?-l)cgi orsas. | BPCALSES | g,
’ ) 4 . ) LRFIA(BG) SECUROCK Cement Roof Board or LRFIA(BG) CA6 CAl '
concrete 1-inch Styrofoam Brand Roofmate, Highload . . CAl
60 or Plazamate Structodek HD with Primed Red
Coating or min. 7/16-inch DEXcell
Cement Roof Board
(Optional) Min. 0.5-inch Trisotech G, . .
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- M!n. 0'12.5 inch TremBoard AC or LRFIA or (Optional) One or
. LRFIA or Min. 0.5-inch DensDeck or BP-CA6, SBS- BP-CA6 or
C-4 structural Max FA3, ISOGARD CG or Ultra-Max or min. . R LRFIA(BG), 6- more BP-CA6 or SBS- -202.5
. . LRFIA(BG) Structodek HD with Primed Red . CA6 SBS-CA6
concrete 1-inch Styrofoam Brand Roofmate, Highload . inch o.c. CA6
Coating
60 or Plazamate
(Optional) Min. 0.5-inch Trisotech G,
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- (Optional) One or
C-5 structural Max FA3, ISOGARD CG or Ultra-Max or min. tﬁi:ﬁ(g;) Min. 0.25-inch DensDeck Prime tﬁi:ﬁ(g;) EZ;SCAG' SBS- more BP-CA6 or SBS- g;;c?:;r -202.5
concrete 1-inch Styrofoam Brand Roofmate, Highload CA6
60 or Plazamate
Min. 2,500 psi Min. 0.25-inch DensDeck Prime or (Optional) One or
LRFIA or LRFIA or BP-CA6 or SBS- BP-CA6 or
-6. tructural in. 1-i E SECUROCK G -Fiber Roof BP-CAG6 or SBS- -202.
C-6 structura Min. 1-inch Insulfoam IX EPS LRFIA(BG) ypsum-Fiber Roo LRFIA(BG) CAG more or SBS-CAG 02.5
concrete Board CA6
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TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SySTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer(s) Top Insulation Layer Roof Cover (Note 15)
Sys. Deck e e MDP
No. (Note 1) T ac T ac B. Pl Pl Pl (psf)*
ype (Notes 6,7,8) ype (Notes 6,7,8) ase Fly v Cap Ply
(Optional) Min. 0.5-inch Trisotech G,
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multl-. LRFIA or Min. 0.25-inch SECUROCK Gypsum- LRFIA or BP-CAG, SBS- (Optional) One or BP-CAG or
C-7. structural Max FA3, ISOGARD CG or Ultra-Max or min. LRFIA(BG) Fiber Roof Board LRFIA(BG) CAG more BP-CA6 or SBS- SBS-CAG -285.0
concrete 1-inch Styrofoam Brand Roofmate, Highload CA6
60 or Plazamate
(Optional) Min. 0.5-inch Trisotech G, '\m/l:: 8.;-25::?;(22?EKaGrldasAscl\z;t
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- LRFIA or Roo.f B.oard SECUROCK Gypsum- LRFIA or BP-CAG. SBS- (Optional) One or BP-CAG. SBS-
C-8. structural Max FA3, ISOGARD CG or Ultra-Max or min. LRFIA(BG), X ! P LRFIA(BG), 6- ! more BP-CA6, SBS- ! -340.0
. . . Fiber Roof Board or SECUROCK i CA6 CA6
concrete 1-inch Styrofoam Brand Roofmate, Highload 6-inch o.c. R inch o.c. CA6
60 or Plazamate Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Additional Insulation Layer(s): Additional
Min. 2.500 osi (Optional) Min. 1-inch base Laver(s): LRFIA (Optional) O
c9 st::Etl;ral > Min. 2-inch Trisotech G, Trisotech CGF, LRFIA or R Z;t:::::arj) SBS-CAS mgr;OQS-CA; i:) ;BS- BP-CAS or -60.0*
’ concrete Trisotech or H-Shield LRFIA(BG) Coverboard: Min. 1-inch MonoBoard m' CAS SBS-CA5 '
(no extrapolation permitted for LRFIA(BG), 6-
ribbon attachment) inch o.c.
Additional Insulation Layer(s): Additional
(Optional) Min. 1-inch base Layer(s): LRFIA
in. i insulation i
Min. 2,500 psi Min. 2-inch Trisotech G, Trisotech CGF, LRFIA or nsuiatl v Or LRFIA(BG) | pp cag orgps. | (OPtional) One or BP-CAS or
C-10. structural Trisotech or H-Shield LRFIA(BG) Coverboard: Min. 1-inch MonoBoard | Coverboard: CAS more BP-CA5 or SBS- SBS-CAS -60.0*
concrete Plus or Min. 2-inch TopRock DD Plus | LRFIAor CA5
(no extrapolation permitted for !—RF'A(BG)' 6
ribbon attachment) inch o.c.
(Optional) Min. 0.5-inch Trisotech G,
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multl—' LRFIA or M.ln. 0.12'5-|nch TremBoard AC. or LRFIA or BP-CAS or SBS- (Optoinal) One or BP-CAS or
C-11. structural Max FA3, ISOGARD CG or Ultra-Max or min. LRFIA(BG) min. 0.5-inch Structodek HD with LRFIA(BG) CAS more BP-CAS5 or SBS- SBS-CAS -165.0
concrete 1-inch Styrofoam Brand Roofmate, Highload Primed Red Coating CA5
60 or Plazamate
Min. 2,500 psi Min. 0.25-inch DensDeck Prime or (Optoinal) One or
L L BP- BS- BP-
c12. | structural Min. 1-inch Insulfoam IX EPS Lii:ﬁ(g;) SECUROCK Gypsum-Fiber Roof Lﬁi:ﬁ(g;) CKSCAS o785 | more BP-CAS or SBS- Sg;?:sm -225.0
concrete Board CA5
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TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SySTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer(s) Top Insulation Layer Roof Cover (Note 15)
Sys. Deck e e MDP
No. (Note 1) T ac T ac B. Pl Pl Pl (psf)*
ype (Notes 6,7,8) ype (Notes 6,7,8) ase Fly v Cap Ply
(Optional) Min. 0.5-inch Trisotech G, Min. 0.25-inch DensDeck Prime or
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- SECUROCK Gypsum-Fiber Roof (Optoinal) One or
C-13. | structural Max FA3, ISOGARD CG or Ultra-Max or min. tgi:ﬁ(g;) Board or min. 0.5-inch SECUROCK tgi:ﬁ(grc-;) EZ’SCAS OrSBS- 1 more BP-CAS or SBS- g;cg\ssor 2625
concrete 1-inch Styrofoam Brand Roofmate, Highload Cement Roof Board or min. 7/16- CAS
60 or Plazamate inch DEXcell Cement Roof Board
(Optional) Min. 0.5-inch Trisotech G, Min. 0.125-inch TremBoard AC, min.
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- LRFIA or 0.25-inch DensDeck, DensDeck LRFIA or BP-CAS or SBS- (Optoinal) One or BP-CAS or
C-14. structural Max FA3, ISOGARD CG or Ultra-Max or min. LRFIA(BG), Prime or DEXcell FA Glass Mat Roof LRFIA(BG), 6- CAS more BP-CA5 or SBS- SBS-CAS -327.5
concrete 1-inch Styrofoam Brand Roofmate, Highload 6-inch o.c. Board or min. 0.5-inch Structodek inch o.c. CA5
60 or Plazamate HD with Primed Red Coating
(Optional) Min. 0.5-inch Trisotech G, Min. 0.25-inch SECUROCK Gypsum-
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- LRFIA or Fiber Roof Board or min. 0.5-inch LRFIA or BP-CAS or SBS- (Optoinal) One or BP-CAS or
C-15. structural Max FA3, ISOGARD CG or Ultra-Max or min. LRFIA(BG), SECUROCK Cement Roof Board or LRFIA(BG), 6- CAS more BP-CAS5 or SBS- SBS-CAS -465.0
concrete 1-inch Styrofoam Brand Roofmate, Highload 6-inch o.c. min. 7/16-inch DEXcell Cement Roof | inch o.c. CA5
60 or Plazamate Board
. . Min. 0.25-inch SECUROCK Gypsum-Fiber .
16 :fr':dzuf;o Ps! Roof Board or min. 0.5-inch SECUROCK tgi:ﬁ&a) .. N/A BP-CA5 or SBS- igg::'gs_')cggif;%_ BP-CAS or 11150
' concrete Cement Roof Board or min. 7/16-inch 6einch o c’ CA5 CAS SBS-CAS ’
DEXcell Cement Roof Board -
Min. 2,500 psi PMr:?r;gasézdcngE?:;OdDzi?DDemth (Optoinal) One or
tructural ional) Min. 1.5-inch Trisotech ' BP-CAS5 or SBS- BP-CA
c-17. | strucura (Optional) Min. 1.5-inch Trisotech G, Hot asphalt | Prime, DEXcell FA Glass Mat Roof Hot asphalt CASOrSBS- | ore BP-CAS or SBS- CAS or -180.0
concrete; ASTM Trisotech G, Trisotech or Trisotech R CAS SBS-CAS5
. Board or SECUROCK Gypsum-Fiber CA5
D41 primed
Roof Board
HOT-ASPHALT-APPLIED BASE PLY:
Min. 0.125-inch TremBoard AC, min.
.25-inch DensDeck Pri
(Optional) Min. 0.5-inch Trisotech G, (S)ECSUIQ(;CK Z;:sjfn_ﬁr;:refgof
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multl-' LRFIA or Board or min. 0.5-inch SECUROCK LRFIA or (Optional) One or BP-CAL, SBS-
C-18. structural Max FA3, ISOGARD CG or Ultra-Max or min. BP-AA, SBS-AA more BP-CA1 or SBS- -60.0
) . LRFIA(BG) Cement Roof Board or Structodek LRFIA(BG) CAl
concrete 1-inch Styrofoam Brand Roofmate, Highload A R . . CAl
60 or Plazamate HD with Primed Red Coating or min.
z 7/16-inch DEXcell Cement Roof
Board
Min. 2,500 psi Min. 0.25-inch DensDeck Prime or (Optional) One or
L L BP-CA1, SBS-
c-19. | structural Min. 1-inch Insulfoam IX EPS RFIA or SECUROCK Gypsum-Fiber Roof RFIA or BP-AA, SBS-AA | more BP-CAL or SBS- | of AL SBS -60.0
LRFIA(BG) LRFIA(BG) CAl
concrete Board CAl
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TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SySTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer(s) Top Insulation Layer Roof Cover (Note 15)
Sys. Deck e e MDP
No. (Note 1) T ac T ac Base Pl PI Cap PI (psf)*
vee (Notes 6,7.8) yee (Notes 6,7.8) ase™y Y Ty
Additional Insulation Layer(s): Additional
(Optional) Min. 1-inch base (s):
Min. 2,500 psi Min. 2-inch Trisotech G, Trisotech CGF LRFIA or insFLIation I; erFISA(;ZF)lA (Optional) One or iPA_CS':alS’-(?:_l
C-20. structural Trisc.>tech or H-Shield ! ’ LRFIA(BG) Coverboard: Min. 1-inch MonoBoard | Coverboard: BP-AA, SBS-AA more BP-AA, SBS-AA SBé AA oF ! -60.0*
concrete Plus or Min. 2-inch TopRock DD Plus | LRFIAor or APP-TA APP-TA
(no extrapolation permitted for FRF'A(BG)' &
ribbon attachment) inch o.c.
(Optional) Min. 0.5-inch Trisotech G, .
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- LRFIA or Min. 0.125-inch TremBoard AC or LRFIA or (cc/).\ztlc(:rnsaé)s?crle;r (Bjilcgtl—iis
C-21. structural Max FA3, ISOGARD CG or Ultra-Max or min. min. 0.5-inch Structodek HD with BP-AA, SBS-AA ! ! -165.0
concrete 1-inch Styrofoam Brand Roofmate, Highload LRFIA(BG) Primed Red Coating LRFIA(BG) one or more BP-AA, SBS-AA or
' SBS-AA or APP-TA APP-TA
60 or Plazamate
i 1) Min. 0.5-inch Tri h Min. 0.25-inch SECUROCK -
. . (O.ptlona ) Min 0.5 inc rISOt.EC G, _ : in. 0.25-inch SECU QC Gy!osum (Optional) One BP- BP-CAL, SBS-
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- LRFIA or Fiber Roof Board or min. 0.5-inch LRFIA or CA1 or SBS-CA1 or CA1 BP-AA
C-22. structural Max FA3, ISOGARD CG or Ultra-Max or min. SECUROCK Cement Roof Board or BP-AA, SBS-AA ! ! -180.0
. . LRFIA(BG) . . LRFIA(BG) one or more BP-AA, SBS-AA or
concrete 1-inch Styrofoam Brand Roofmate, Highload min. 7/16-inch DEXcell Cement Roof
SBS-AA or APP-TA APP-TA
60 or Plazamate Board
Min. 2,500 psi . . (Optional) One BP- BP-CA1, SBS-
c-23 structural Min. 1.5-inch Trisotech G, Trisotech, Hot asphalt m:: g.;-zi:cl:csrt‘r-{;:;;ndzialz%ﬁtir Hot asphalt BP-AA. SBS-AA CA1 or SBS-CA1 or CA1, BP-AA, -180.0
: concrete; ASTM ISOGARD GL or Multi-Max FA3 P Prinr-wecéi Red Coatin P ’ one or more BP-AA, SBS-AA or ’
D41 primed J SBS-AA or APP-TA APP-TA
(Optional) Min. 0.5-inch Trisotech G,
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- Min. 0.125-inch TremBoard AC or .
C-24. structural Max FA3, ISOGARD CG or Ultra-Max or min. tEE:ﬁ(ng) min. 0.5-inch Structodek HD with tﬁi:ﬁ(g;) SBS-AA (Afj\ptslgr;a:_)AOne SBS- SBS-TA -165.0
concrete 1-inch Styrofoam Brand Roofmate, Highload Primed Red Coating ’
60 or Plazamate
(Optional) Min. 0.5-inch Trisotech G, Min. 0.25-inch SECUROCK Gypsum-
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- Fiber Roof Board or min. 0.5-inch .
c25. | structural Max FA3, ISOGARD CG or Ultra-Max or min. tgi:ﬁ(ng) SECUROCK Cement Roof Board or tgi:ﬁ&;) SBS-AA (Aapt;gng'LO”e 85 | spsTA -180.0
concrete 1-inch Styrofoam Brand Roofmate, Highload min. 7/16-inch DEXcell Cement Roof !
60 or Plazamate Board
Min. 0.125-inch TremBoard AC or
Min. 2,500 psi min. 0.5-inch Structodek HD with .
structural (Optional) Min. 1.5-inch Trisotech G or Primed Red Coating, DensDeck (Optional) One or BP-CA1, SBS-
€26 | Concrete; ASTM | Trisotech Hotasphalt | o ;e DEXcell FA Glass Mat Roof Hotasphalt | BP-AA, SBS-AA 2’:1“* BP-CALorSBS | a1 600
D41 primed Board or SECUROCK Gypsum-Fiber
Roof Board
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TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SySTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer(s) Top Insulation Layer Roof Cover (Note 15)
Sys. Deck e e MDP
No. (Note 1) T ac T ac B. Pl Pl Pl (psf)*
ype (Notes 6,7,8) ype (Notes 6,7,8) ase Fly v Cap Ply
Min. 0.125-inch TremBoard AC or
Min. 2,500 psi min. 0.5-inch Structodek HD with
structural (Optional) Min. 1.5-inch Trisotech G, Primed Red Coating or min. 0.25- (Optional) One SBS-
(07h concrete; ASTM Trisotech, ISOGARD GL or Multi-Max FA3 Hot asphalt inch DensDeck Prime, DEXcell FA ot asptiRg S8 AA, SBS-TA SBS-TA -180.0
D41 primed Glass Mat Roof Board or SECUROCK
Gypsum-Fiber Roof Board
SEBS-APPLIED BASE PLY:
Addi.tional In.sulati.on Layer(s): Additional
(Optional) Min. 1-inch base Layer(s): LRFIA
Min. 2 i insulation
in. 2,500 psi Min. 2-inch Trisotech G, Trisotech CGF, LRFIA or o OrLRFIABG) | 5o sEBS or SBS- | (Optional) BP-SEBS, .
C-28. | structural Trisotech or H-Shield LRFIA(BG) | Coverboard: Min. -inch MonoBoard | Coverboard: | ¢ppg SBS-SEBS >85-5E85 600
concrete Plus or Min. 2-inch TopRock DD Plus | LRFIAor
(no extrapolation permitted for _LRF'A(BG)' 6
ribbon attachment) inch o.c.
(Optional) Min. 0.5-inch Trisotech G,
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- Min. 0.125-inch TremBoard AC or .
c29. | structural Max FA3, ISOGARD CG or Ultra-Max or min. tEE::gG) min. 0.5-inch Structodek HD with tﬁi:ﬁ&;) E:BSSEBS‘ >85 g;gf'sc;;asl) BP-SEBS, | sps-sems -165.0
concrete 1-inch Styrofoam Brand Roofmate, Highload Primed Red Coating
60 or Plazamate
Min. 1-inch Trisotech G, Trisotech CGF,
Min. 2,500 psi Trisotech, EnergyGuard Polyiso Insulation, H- | o o Min. 0.625-inch SECUROCK Gypsum- | LRFIA or BP-SEBS, SBS- | (Optional) BP-SEBS,
C-30. structural Shield, ISOGARD GL, Multi-Max FA-3, LRFIA(BG) Fiber Roof Board LRFIA(BG) SEBS SBS-SEBS SBS-SEBS -195.0
concrete ISOGARD CG, UltraMax or Styrofoam Brand
Roofmate, Highload 60 or Plazamate
Min. 2,500 psi Min. 0.25-inch DensDeck Prime or .
! . . LRFIA or . LRFIA or BP-SEBS, SBS- (Optional) BP-SEBS,
C-31. structural Min. 1-inch Insulfoam IX EPS LRFIA(BG) SECUROCK Gypsum-Fiber Roof LRFIA(BG) SEBS SBS-SEBS SBS-SEBS -225.0
concrete Board
(Optional) Min. 0.5-inch Trisotech G,
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- .
C-32. structural Max FA3, ISOGARD CG or Ultra-Max or min. LRFIA or Min. 0.25-inch DensDeck Prime LRFIA or BP-SEBS, 585 (Optional) BP-SEBS, SBS-SEBS -262.5
) . LRFIA(BG) LRFIA(BG) SEBS SBS-SEBS
concrete 1-inch Styrofoam Brand Roofmate, Highload
60 or Plazamate
(Optional) Min. 0.5-inch Trisotech G, Min. 0.25-inch SECUROCK Gypsum-
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- Fiber Roof Board or 0.5-inch .
C-33. structural Max FA3, ISOGARD CG or Ultra-Max or min. tgi:i(ng) SECUROCK Cement Roof Board or tgi:ﬁ(g;) E:BSSEBS’ SBS (5?;?'5(::5” BP-SEBS, SBS-SEBS -285.0
concrete 1-inch Styrofoam Brand Roofmate, Highload min. 7/16-inch DEXcell Cement Roof
60 or Plazamate Board
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TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SySTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Nemo | etc.e

Base Insulation Layer(s) Top Insulation Layer Roof Cover (Note 15)
Sys. Deck e e MDP
No. (Note 1) T ac T ac B. Pl Pl Pl (psf)*
ype (Notes 6,7,8) ype (Notes 6,7,8) ase Fly v Cap Ply
Min. 2,500 psi . .
Min. 0.125-inch TremBoard AC or
structural (Optional) Min. 1.5-inch Trisotech G, ) R . BP-SEBS, SBS- (Optional) BP-SEBS,
C-34. concrete; ASTM Trisotech, ISOGARD GL or Multi-Max FA3 Hot asphalt mlln. 0.5-inch StrL.Jctodek HD with Hot asphalt SEBS SBS-SEBS SBS-SEBS -180.0
. Primed Red Coating
D41 primed
TORCH-APPLIED BASE PLY:
Additional Insulation Layer(s): Additional
(Optional) Min. 1-inch base Layer(s): LRFIA
Min. 2,500 psi N ! ) insulation or LRFIA(BG)
C-35. | structural ?"ﬂ'sno tze :;c:rTl_r"s‘sc:l‘:g G, Trisotech CGF, tii:ﬁ(g;) Coverboard: Min. 1-inch MonoBoard | Coverboard: | SBS-TA (Optional) SBS-TA SBS-TA -60.0*
concrete Plus or Min. 2-inch TopRock DD Plus | LRFIAor
(no extrapolation permitted for !—RF'A(BG)' 6-
ribbon attachment) jach o.c.
(Optional) Min. 0.5-inch Trisotech G,
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- . . .
C-36. | structural Max FA3, ISOGARD CG or Ultra-Max or min. | -hFA Of Min. 0.25-inch SECUROCK Gypsum- | LRFIA or APP-TA, sBs-TA | (OPHiONal) APP-TA, =\ APP-TA, SBS- | _1g1 4
. . LRFIA(BG) Fiber Roof Board LRFIA(BG) SBS-TA TA
concrete 1-inch Styrofoam Brand Roofmate, Highload
60 or Plazamate
Min. 1-inch Trisotech G, Trisotech CGF,
Min. 2,500 psi Trisotech, EnergyGuard Polyiso Insulation, H- . .
c-37. | structural Shield, ISOGARD GL, Multi-Max FA-3, tﬁi:ﬁ(grc-;) mt')';'r%gif B"(;Z': dSECUROCK Gypsum tﬁi:ﬁ(ng) SBS-TA (Optional) SBS-TA SBS-TA -195.0
concrete ISOGARD CG, UltraMax or Styrofoam Brand
Roofmate, Highload 60 or Plazamate
(Optional) Min. 0.5-inch Trisotech G,
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- Min. 0.5-inch SECUROCK Cement .
C-38. structural Max FA3, ISOGARD CG or Ultra-Max or min. t;ﬁ:ﬁ(gr(;) Roof Board or min. 7/16-inch t;ﬁ:ﬁ(g;) APP-TA, SBS-TA (S(ggf_l&nal) APP-TA, _IA}APP-TA’ SBS- -262.5
concrete 1-inch Styrofoam Brand Roofmate, Highload DEXcell Cement Roof Board
60 or Plazamate

TABLE 3B: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTem TYPE F: NON-INSULATED, BONDED ROOF COVER

System Deck . Roof Cover (Note 15) MDP
Primer o

No. (Note 1) Base Ply Ply Cap Ply (psf)
C-39. Min. 2,500 psi structural concrete None BP-CA1, SBS-CA-1 (Optional) One or more BP-CA1 or SBS-CA1 BP-CA1, SBS-CA1 -60.0
C-40. Min. 2,500 psi structural concrete | ASTM D41 POWERply Standard Smooth HW, torch-applied | (Optional) POWERply Standard Smooth HW, torch-applied | SBS-TA -315.0
c-41. Min. 2,500 psi structural concrete ;Emf”me we BP-CA6, SBS-CA6 (Optional) One or more BP-CA6, SBS-CA6 BP-CA6, SBS-CA6 3725
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TABLE 3B: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SySTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

NEmoO | etc.e

System Deck 5 Roof Cover (Note 15) MDP
Primer o

No. (Note 1) Base Ply Ply Cap Ply (psf)
C-42. Min. 2,500 psi structural concrete | ASTM D41 APP-TA (Optional) APP-TA APP-TA -465.0
C-43. Min. 2,500 psi structural concrete None BP-CAS5, SBS-CAS (Optional) BP-CA5, SBS-CAS BP-CAS5, SBS-CAS5 -802.5
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NEmoO | etc.e

TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION, BONDED ROOF COVER

Syst Lightweight Concrete (Note 14) Base Insulation Layer Coverboard Roof Cover (Note 15) e
ystem
Deck (Note 1) Attach Attach ()
No. Type Surfacin Type Type Base Pl Pl Cap Pl (psf)*
yp 8 yp (Notes 6,7,8) yp (Notes 6,7,8) ¥ Y PFlY
PRE-EXISTENT CELLULAR LWC (NoTE 14A):
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Min. 22 type B Pre-existent (re-roof
in. 22 ga., type B, . . . .
only), min. 2-inch - .
Grade 40 steel, 6 ft .V) For reroo?c (tear: (thlona!) One or more layers, Min Min. 0.25-inch (Optional)
> thick cellular off), repair LWC 1-inch Trisotech G, Trisotech CGF,
span, 5/8” puddle : : : ) } LRFIA or SECUROCK LRFIA or BP-CAl or One or more BP-CAl or
LWC-1. ” lightweight concrete | spalls with Celcore Trisotech, EnergyGuard Polyiso ) -52.5
welds, 6” o.c. or . . . ) LRFIA(BG) Gypsum-Fiber LRFIA(BG) SBS-CA1 BP-CAl or SBS-CA1
min. 2,500 psi Compressive: 350 psi | SBS (Sanded Insulation, H-Shield, ISOGARD GL, Roof Board SBS-CA1
structural concrete Withdrawal, Trufast Bonding Surface) Multi-Max FA3
Versa-Fast: 260 Ibf
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 22 tvoe B Pre-existent (re-roof
in. 22 ga., type B, . ) ) ) 4
only), min. 2-inch - .
Grade 40 steel, 6 ft .Y) For reroo)c (tear: (thlona!) Oneor more layers, Min Min. 0.25-inch (Optional) BP-CAL, BP-
. thick cellular off), repair LWC 1-inch Trisotech G, Trisotech CGF, One or more
span, 5/8” puddle R R i R X LRFIA or SECUROCK LRFIA or BP-CA6 or CA®b, SBS-
LWC-2. welds. 6 o.c. or lightweight concrete | spalls with Celcore Trisotech, EnergyGuard Polyiso LRFIA(BG) Gvosum-Fiber LRFIA(BG) SBS-CAG BP-CA1, BP- CAL or SBS- -52.5
min. 2,500 56 Compressive: 350 psi | SBS (Sanded Insulation, H-Shield, ISOGARD GL, Rzgf . CAG, SBS-CAL | (o
structural concrete Withdrawal, Trufast Bonding Surface) Multi-Max FA3 or SBS-CA6
Versa-Fast: 260 Ibf
Pre-existent (re-roof Min. 0.5-inch
only), min. 2-inch . . DensDeck Prime,
Y Opt I)R .
thick cellular f.V\?CI(s)n:II)s vjiFt)slr (Optional) One or more layer(s) LRFIA or SECUROCKb f | LRFIA or (Optional)
Min. 22 ga., type lightweight concrete P " - yertsl Gypsum-Fiber Roo BP-CA6 or | One or more | BP-CA6 or
LWC-3. . .| Celcore SBS min. 1-inch Trisotech G, Trisotech LRFIA(BG), Board or LRFIA(BG), -82.5
BV, Grade 40 steel | Compressive: 500 psi . . . R SBS-CA6 BP-CAG6 or SBS-CA6
) (Sanded Bonding CGF or Trisotech 6-inch o.c. SECUROCK Cement | 6-inch o.c.
Withdrawal, Trufast Surface) Roof Board or min. SBS-CA6
FM-90 Base Sheet 7/16-inch DEXcell
Fastener: 170 Ibf Cement Roof Board
Pre-existent (re-roof Min. 0.5-inch
i i DensDeck Prime,
f}?ilcylzlcr:IIIE.Iazr e (OpTRQRl RePRy SECUROCK (Optional)
Min. 2 i . . LW ith i | -Fi LRFIA
in. 2,500 psi lightweight concrete C spalls wit (O.ptlonaI) One qr more layer(s), LRFIA or Gypsum-Fiber Roof or BP-CAG or | One or more BP-CA6 or
LWC-4. | structural Compressive: 500 bsi Celcore SBS min. 0.5-inch Trisotech G, LRFIA(BG), Board or LRFIA(BG), SBS-CAG BP-CA6 or SBS-CAG -277.5
concrete : P : e (Sanded Bonding Trisotech CGF or Trisotech 6-inch o.c. SECUROCK Cement | 6G-inch o.c.
Withdrawal, Trufast Surface) Roof Board or min. SBS-CA6
FM-90 Base Sheet 7/16-inch DEXcell
Fastener: 170 Ibf Cement Roof Board
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Syst Lightweight Concrete (Note 14) Base Insulation Layer Coverboard Roof Cover (Note 15) e
ystem
Deck (Note 1) Attach Attach ()
No. Type Surfacing Type Type Base Ply Ply Cap Ply (psf)*
(Notes 6,7,8) (Notes 6,7,8)
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 22 type B Pre-existent (re-roof
N 2283, WPEB, | only), min. 2-inch For reroof (tear (Opti i
) . - ptional) One or more layers, Min. . \ .
Grade 40steel, 6 ft | 4o\ coljylar off), repair LWC 1-inch Trisotech G, Trisotech CGF, Min. 0.25gich (Optional)
span, 5/8” puddle R R X R . LRFIA or SECUROCK LRFIA or BP-CAS or One or more BP-CAS or
LWC-5. lightweight concrete spalls with Celcore Trisotech, EnergyGuard Polyiso X -52.5
welds, 6” o.c. or . . . p LRFIA(BG) Gypsum-Fiber LRFIA(BG) SBS-CA5 BP-CAS or SBS-CAS
min. 2,500 psi Compressive: 350 psi | SBS (Sanded Insulation, H-Shield, ISOGARD GL, Roof Board SBS-CAS
structural concrete Withdrawal, Trufast Bonding Surface) Multi-Max FA3
Versa-Fast: 260 Ibf
Min. 0.5-inch
Pre-existent (re-roof DensDeck Prime,
only), min. 2-inch . . DEXcell FA Glass
thick cellular (Optional) Repair Mat Roof Board, (Optional)
. . . LWC spalls with (Optional) One or more layer(s), LRFIA or SECUROCK P
Min. 22 ga., type lightweight concrete R . . . ) LRFIA, 6- BP-CAS or One or more BP-CAS or
LWC-6. . . | Celcore SBS min. 1-inch Trisotech G, Trisotech LRFIA(BG), Gypsum-Fiber Roof . -82.5
BV, Grade 40 steel | Compressive: 500 psi . I . inch o.c. SBS-CAS5 BP-CAS or SBS-CA5
i (Sanded Bonding CGF or Trisotech 6-inch o.c. Board or
Withdrawal, Trufast SECUROCK Cement SBS-CAS
Surface)
FM-90 Base Sheet Roof Board or min.
Fastener: 170 Ibf 7/16-inch DEXcell
Cement Roof Board
Min. 0.125-inch
TremBoard AC or
Pre-existent (re-roof min. 0.5-inch
only), min. 2-inch . . DensDeck Prime,
_ _ thick cellular (Optional) Re‘palr DEXcell FA Glass (Optional)
Min. 2,500 psi lightweight concrete LWC spalls with (Optional) One or more layer(s), LRFIA or Mat Roof Board, LRFIA 6- BP-CAS or One or more BP-CAS or
LWC-7. | structural Compressive: 500 psi Celcore SBS min. 0.5-inch Trisotech G, LRFIA(BG), SECUROCK inch O’ c SBS.CAS BP-CAS or SBS.CAS -277.5
concrete Withd | T " (Sanded Bonding Trisotech CGF or Trisotech 6-inch o.c. Gypsum-Fiber Roof - SBS-CAS
ithdrawal, Trufast Surface) Board or -
FM-90 Base Sheet SECUROCK Cement
Fastener: 170 Ibf Roof Board or min.
7/16-inch DEXcell
Cement Roof Board
ASPHALT APPLIED BASE PLY:
Min. 22 R 8 Pre-existent (re-roof
in. 22 ga., type B, . \ . .
only), min. 2-inch For reroof (tear- (Optional) One or more layers, Min. ) . .
Grade 40’:5teel, 6 ft thick cellular off), repair LWC Linch Trisotech G, Trisotech CGF, Min. 0.25-inch (Optional) BP- | BP-CA1, BP-
span, 5/8” puddle - > ) ) ) LRFIA or SECUROCK LRFIA or BP-AA, CA1, BP-AA, AA, SBS-CA1,
LWC-8. lightweight concrete | spalls with Celcore Trisotech, EnergyGuard Polyiso ) -52.5
welds, 6” o.c. or ) X . . LRFIA(BG) Gypsum-Fiber LRFIA(BG) SBS-AA SBS-CA1, SBS- | SBS-AA or
K . Compressive: 350 psi SBS (Sanded Insulation, H-Shield, ISOGARD GL,
min. 2,500 psi ithd | " Bonding Surface) Multi-Max FA3 Roof Board AA or APP-TA | APP-TA
structural concrete Withdrawaliglufast J
Versa-Fast: 260 Ibf
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

System Lightweight Concrete (Note 14) Base Insulation Layer Coverboard Roof Cover (Note 15) Dp
No. Deck (Note 1) Type Surfacing Type N::Sa:: g Type Nitetazl; g Base Ply Ply Cap Ply (psf)*
Min. 22 ga., type B Pre-existent (re-roof
) ’ ’ | only), min. 2-inch For reroof (tear- Optional) One or more layers, Min. . . .
Grade 40steel, 6 ft | vy collular off), re air(LWC g.—i?]ch Trilotech G Trisoteych CGF Min. ORgsinch (Optional)
span, 5/8” puddle . ; ), rep ! ! LRFIA or SECUROCK LRFIA or One or more
LWC-9. weldls 6 o.c.or lightweight concrete | spalls with Celcore Trisotech, EnergyGuard Polyiso LRFIA(BG) Gypsum-Fiber LRFIA(BG) SBS-AA SBS-AA. SBS- SBS-TA -52.5
min. 2"500 psi Compressive: 350 psi | SBS (Sanded Insulation, H-Shield, ISOGARD GL, Roof Board TA !
structural concrete Withdrawal, Trufast Bonding Surface) Multi-Max FA3
Versa-Fast: 260 Ibf
Min. 0.5-inch
Pre-existent (re-roof DensDeck Prime,
S o DEXcell FA Glass
Sr?ilcyl!’czllz.lai inch (Optional) Re.pair . Mat Roof Board, (Optional) BP-CA1, BP-
Min. 22 ga., type lightweight concrete LWC spalls with (O.ptlon.al) On(.e or more IaYer(s), LRFIA or SECUROCK LRFIA 6- BP-AA One or more | AA, SBS-
LWC-10. BV. Grade zio steel | Compressive: 500 psi Celcore SBS min. 1-inch Trisotech G, Trisotech LRFIA(BG), Gypsum-Fiber Roof inch c; c SBS—AA BP-AA, SBS- CA1, SBS- -82.5
! ) : (Sanded Bonding CGF or Trisotech 6-inch o.c. Board or - AA or APP- AA or APP-
Withdrawal, Trufast Surface) SECUROCK Cement TA TA
FM-90 Base Sheet Roof Board or min.
Fastener: 170 Ibf 7/16-inch DEXcell
Cement Roof Board
Min. 0.125-inch
TremBoard AC or
Pre-existent (re-roof min. 0.5-inch
i i DensDeck Prime,
f}?ilcylzlczllzllazr inch (Optional) Repair DEXcell FA Glass (Optional) BP-CA1, BP-
Min. 2,500 psi lightweight concrete LWC spalls with (Optional) One or more layer(s), LRFIA or Mat Roof Board, LREIA. 6- BP-AA One ormore | AA, SBS-
LWC-11. | structural Compressive: 500 psi Celcore SBS min. 0.5-inch Trisotech G, LRFIA(BG), SECUROCK inch O’ c SBS-AA BP-AA, SBS- CA1, SBS- -277.5
concrete Withdrawal Trufast (Sanded Bonding Trisotech CGF or Trisotech 6-inch o.c. Gypsum-Fiber Roof AA, SBS-TA AA, SBS-TA
! Surface) Board or or APP-TA or APP-TA
FM-90 Base Sheet SECUROCK Cement
Fastener: 170 Ibf Roof Board or min.
7/16-inch DEXcell
Cement Roof Board
SEBS APPLIED BASE PLY:
. Pre-existent (re-roof
,(\Ellrl:(‘i:igi;t’ezpzz orjly), min. 2-inch For reroof (tear- (Optional) One or more layers, Min. Min. 0.25-inch
span, 5/8" pudldle t_hICk ce.IIuIar off), repair LWC 1-inch Trisotech G, Trisotech CGF, LRFIA or SECUROCK LRFIA or BP-SEBS (Optional) BP-
LWC-12. weld; 6 o.c.or lightweight concrete | spalls with Celcore Trisotech, EnergyGuard Polyiso LRFIA(BG) Gypsum-Fiber LRFIA(BG) SBS—SEB; SEBS, SBS- SBS-SEBS -52.5
min. 2'500 psi Compressive: 350 psi SBS (Sanded Insulation, H-Shield, ISOGARD GL, Roof Board SEBS
structllJraI concrete Withdrawal, Trufast Bonding Surface) Multi-Max FA3
Versa-Fast: 260 Ibf
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Syst Lightweight Concrete (Note 14) Base Insulation Layer Coverboard Roof Cover (Note 15) e
ystem
Deck (Note 1) P
No. Type Surfacing Type S Type SBEED Base Ply Ply Cap Ply (psf)*
(Notes 6,7,8) (Notes 6,7,8)
Min. 0.5-inch
Pre-existent (re-roof DensDeck Prime,
i . DEXcell FA Glass
fr:m)’cr;:z'lazr inch (Optional) Repair Mat Roof Board,
Min. 22 ga., type lightweight concrete LWC spalls with (O_ptlon.al) On(.e or more IaYer(s), LRFIA or SECUROCK, LRFIA, 6- BP-SEBS, (Optional) BP-
LWC-13. BV. Grade 40 steel | Compressive: 500 psi Celcore SBS min. 1-inch Trisotech G, Trisotech LRFIA(BG), Gypsum-Fiber Roof inch o.c SBS-SEBS SEBS, SBS- SBS-SEBS -82.5
» rade 4l stee me : P (Sanded Bonding CGF or Trisotech 6-inch o.c. Board or N SEBS
Withdrawal, Trufast Surface) SECUROCK Cement
FM-90 Base Sheet Roof Board or min.
Fastener: 170 Ibf 7/16-inch DEXcell
Cement Roof Board
Min. 0.125-inch
TremBoard AC or
Pre-existent (re-roof min. 0.5-inch
ly), min. 2-inch . . DensDeck Prime,
Sr:ci) cr:IEIar " (Optional) Repair DEXcell FA Glass
Min. 2,500 psi lightweight concrete LWC spalls with (Optional) One or more layer(s), LRFIA or Mat Roof Board, LRFIA. 6 BP-SEBS (Optional) BP-
LWC-14. | structural Compressive: 500 bsi Celcore SBS min. 0.5-inch Trisotech G, LRFIA(BG), SECUROCK inch c; c SBS-SEB,S SEBS, SBS- SBS-SEBS -277.5
concrete ) P : P (Sanded Bonding Trisotech CGF or Trisotech 6-inch o.c. Gypsum-Fiber Roof h SEBS
Withdrawal, Trufast surface) Board or
FM-90 Base Sheet SECUROCK Cement
Fastener: 170 Ibf Roof Board or min.
7/16-inch DEXcell
Cement Roof Board
TORCH APPLIED BASE PLY:
Min. 22 R 8 Pre-existent (re-roof
GrI:x‘je 45‘—;&5‘):& only), min. 2-inch For reroof (tear- (Optional) One or more layers, Min. Min. 0.25-inch
’ thick cellular i | i i s oo i
span, 5/8” puddle | | : off), repair LWC L-inch Trisotech G, Trisotech CGF, |\ ooy o SECUROCK LRFIA or APP-TAOr | (OPtional APP-TA, SBS-
LWC-15. welds. 6” o.c. or lightweight concrete | spalls with Celcore Trisotech, EnergyGuard Polyiso LRFIA(BG) Gypsum-Fiber LRFIA(BG) SBS-TA APP-TA, SBS- A -52.5
min 2’500' s.i Compressive: 350 psi | SBS (Sanded Insulation, H-Shield, ISOGARD GL, stf Board TA
- £200P Withdrawal, Trufast Bonding Surface) Multi-Max FA3
structural concrete ,
Versa-Fast: 260 Ibf
Min. 0.5-inch
Pre-existent (re-roof DensDeck Prime,
i i DEXcell FA Glass
?r:?,lz’cqu::iazn' jch (Optional) Repair Mat Roof Board,
. : . LWC spalls with Optional) One or more layer(s), LRFIA or i
Min. 22 ga., type lightweight concrete palls wi ( ption ) : Y (s) SECURQCK LRFIA, 6- APPTAGr | (Optional) APP-TA or
LWC-16. BV Grade 40 steel | Compressive: 500 psi Celcore SBS min. 1-inch Trisotech G, Trisotech LRFIA(BG), Gypsum-Fiber Roof inch o.c SBS-TA APP-TA or SBS-TA -82.5
» brade 4 stee me \ . (Sanded Bonding CGF or Trisotech 6-inch o.c. Board or - SBS-TA
Wlthdrawal, Trufast Surface) SECUROCK Cement
FM-90 Base Sheet Roof Board or min.
Fastener: 170 Ibf 7/16-inch DEXcell
Cement Roof Board
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NEmoO | etc.e
TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION, BONDED ROOF COVER

Syst Lightweight Concrete (Note 14) Base Insulation Layer Coverboard Roof Cover (Note 15) e
ystem
Deck (Note 1) Attach Attach
No. Type Surfacing Type Type Base Ply Ply Cap Ply (psf)*
(Notes 6,7,8) (Notes 6,7,8)
Min. 0.5-inch
Pre-existent (re-roof DensDeck Prime,
i . DEXcell FA Glass
fl?i?lzrcrglllz.lazr inch (Optional) Repair Mat Roof Board,
Min. 2,500 psi lightweight concrete LWC spalls with (O_ptlonal? One qr more layer(s), LRFIA or SECUROCK‘ LRFIA, 6- APP-TA or (Optional) APP-TA or
LWC-17. | structural . . | Celcore SBS min. 0.5-inch Trisotech G, LRFIA(BG), Gypsum-Fiber Roof . APP-TA or -277.5
Compressive: 500 psi . . A R inch o.c. SBS-TA SBS-TA
concrete ) (Sanded Bonding Trisotech CGF or Trisotech 6-inch o.c. Board or SBS-TA
Withdrawal, Trufast SECUROCK Ci t
Surface) emen
FM-90 Base Sheet Roof Board or min.
Fastener: 170 Ibf 7/16-inch DEXcell
Cement Roof Board

TABLE 4B: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

s — Lightweight Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15) MDP
S ec : MUV
NY’ (Note 1) Concrete Type Fasten Attach Barrier Type Attach Type Attach Base Pl Pl Cap Pl sf
Note 14 o (Note 11) (Note 15) U (Notes 6,7,8) U (Notes 6,7,8) v v L

BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:

Min. 22 ga ELASTIZELL (23- 7-inch o.c. at Min. 1-inch Trisotech G, LRFIA or

" e. ng v 0817.05): BURmastic Tremco Twin 4-inch laps Trisotech CGF, Trisotech, LRFIA(BG), Min. 0.25-inch (Optional)

Gyere 4’0 Min. 370 psi, Composite Loc-Nail and 7-inch (Optional) EnergyGuard Polyiso ~10.5-inch DensDeck Prime, BP-CA1 Onpe or
LWe-18. | steel: 6 ft Min. 2-inch Ply HT, Assembled o.c. at two BP-CAS or Insulation, H-Shield, o.c. (ribbons DEXcell FA Glass Mat LRFIA or or SBS- more BP- BP-CAlor 450

: s ant #12 thick, Elastizell BURmastic Fastener (2), equally SBS-CAS ISOGARD GL, ISOGARD CG, shall be over Roof Board or LRFIA(BG) CA1 CA1or SBS-CA1 .
pan; Range Ill Cellular | Composite (min. 1.7- spaced, (smooth) Multi-Max FA3, UltraMax or anchor sheet SECUROCK Gypsum-
HWH Teks R X X . SBS-CA1
56" 0. Concrete with Ply Premium inch embed) staggered Styrofoam Brand Roofmate, fastener Fiber Roof Board
e Zell-Crete Fibers center rows Highload 60 or Plazamate rows)
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 0.25-inch
. . . . DensDeck Prime,

Min. 22 ga ELASTIZELL (23- 7-inch o.c. at Min. 1-inch Trisotech G, LRFIA or DEXcell FA Glass Mat

" e.BVg " 0817.05): BURmastic Tremco Twin 4-inch laps Trisotech CGF, Trisotech, LRFIA(BG), Roof Board or

VP g Min. 370 psi, Composite Loc-Nail and 7-inch (Optional) EnergyGuard Polyiso ~10.5-inch .

Grade 40 X R . . . SECUROCK Gypsum- BP-CAS (Optional)
LWe19. | steel: 6 ft Min. 2-inch Ply HT, Assembled o.c. attwo BP-CAS or Insulation, H-Shield, o.c. (ribbons Fiber Roof Board or LRFIA or or SBS- BP.CASor | SBS-CAS 450

: ! thick, Elastizell BURmastic Fastener (2), equally SBS-CA5 ISOGARD GL, ISOGARD CG, shall be over X . LRFIA(BG) .
span; #12 . i X min. 0.5-inch CAS SBS-CAS
Range Ill Cellular | Composite (min. 1.7- spaced, (smooth) Multi-Max FA3, UltraMax or anchor sheet
HWH Teks i Y X SECUROCK Cement
56" 0. Concrete with Ply Premium inch embed) staggered Styrofoam Brand Roofmate, fastener Roof Board or min
Zell-Crete Fibers center rows Highload 60 or Plazamate rows) 7/16-inch DEXcell
Cement Roof Board
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NEmoO | etc.e
TABLE 4B: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

. Bl Lightweight Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15) MDP
yS .
Concrete Fasten Barrier Attach Attach
No. Note 1 Type Attach Type Type Base Pl Pl Cap PI sf
{Note 1) (Note 14) e (Note 11) (Note 15) w2 (Notes 6,7,8) 0 (Notes 6,7,8) Y v Pl
ELASTIZELL 7-inch o.c. at Min. 1-inch Trisotech G LRFIA or
in. . NOA 23- ) - - ’
x;)ne ;\2/ ga. {m BURmastic Tremco Twin 4-inch laps Trisotech CGF, Trisotech, LRFIA(BG),
’ = Composite Loc-Nail and 7-inch (Optional) EnergyGuard Polyiso ~8-inch o.c. .
Grade 80 Min. 430 psi, . . . . . LRFIA or BP-CAS (Optional)
LWe-20. | steel: 6 ft Min. 2-inch Ply HT or Assembled o.c. at three BP-CAS or Insulation, H-Shield, (ribbons shall Min. 0.125-inch LRFIA(BG), 8- or SBS- BP-CAS or SBS-CAS 525
: ! !n. -inc X BURmastic Fastener (3), equally SBS-CA5 ISOGARD GL, ISOGARD CG, be over TremBoard AC . ! :
span; #12 thick, Elastizell R X . inch o.c. CAS5 SBS-CAS
HWH Teks R 11l Cellul Composite (min. 1.7- spaced, (smooth) Multi-Max FA3, UltraMax or anchor sheet
56" o.c Cange " e‘t:: ar Ply Premium inch embed) staggered Styrofoam Brand Roofmate, fastener
- Z:IT%;'ceeV\FI;bers center rows Highload 60 or Plazamate rows)
Min. 0.25-inch
. . . . DensDeck Prime,
Min. 22 ga ELASTIZELL (23- 7-inch o.c. at Min. 1-inch Trisotech G, LRFIA or DEXcell FA Glass Mat
type. ng v 0817.05): BURmastic Tremco Twin 4-inch laps Trisotech CGF, Trisotech, LRFIA(BG), Roof Board or
Grade 80 M!n‘ 430 psi, Composite Loc-Nail and 7-inch (Optional) EnergyFSuard PoAIylso §-|nch o.c. SECUROCK Gypsum- LRFIA or BP-CAS (Optional)
Min. 2-inch Ply HT, Assembled o.c. at three BP-CAS or | Insulation, H-Shield, (ribbons shall .
LWC-21.| steel; 6 ft X X . Fiber Roof Board or LRFIA(BG), 8- or SBS- BP-CAS or SBS-CAS -60.0
span: #12 thick, Elastizell BURmastic Fastener (3), equally SBS-CAS ISOGARD GL, ISOGARD CG, be over min. 0.5-inch inch o.c CAS SBS-CAS
HF:NH’ Teks Range lll Cellular | Composite (min. 1.7- spaced, (smooth) Multi-Max FA3, UltraMax or anchor sheet SECl.JR.OCK Cement "
56" 0. Concrete with Ply Premium inch embed) staggered Styrofoam Brand Roofmate, fastener Roof Board or min
Zell-Crete Fibers center rows Highload 60 or Plazamate rows) 7/16-inch DEXcell
Cement Roof Board
ASPHALT APPLIED BASE PLY:
Min. 0.125-inch
Pre- Pre-existent BURmastic Trufast Versa 6-inch o.c. at TremBoard AC or
existent min. 2-inch ’ Composite Fastener & 4-inch laps (Optional) min. 0.25-inch
steel or thicI-< min. 360 ol H?I' or Platei 2 screws and 12-inch BP-AA, Min. 1.5-inch Trisotech G, DensDeck, DensDeck BP-AA (Optional) BP-AA or
LWC-22.| structural Al v i perplate = o.c. at four SBS-AAor | Trisotech, ISOGARD GL or Hot asphalt Prime, DEXcell FA Hot asphalt ' BP-AA or -75.0
psi cellular BURmastic installed 180 ) SBS-AA SBS-AA
concrete, lishtweight Composite into the holes (4), equally SBS-TA Multi-Max FA3 Glass Mat Roof SBS-AA
acceptable cincreteg Pl P’:emium of the plate spaced (smooth) Board or SECUROCK
to AHJ Y (MCRF > 67 Ibf) center rows Gypsum-Fiber Roof
Board
Min. 0.125-inch
Pre- Pre-existent BURMastic Trufast Versa 6-inch o.c. at TremBoard AC or
existent min. 2-inch ’ Composite Fastener & 4-inch laps (Optional) min. 0.25-inch (Optional)
steel or thicl'< min. 360 p H"JI' or Platei 2 screws and 12-inch BP-AA, Min. 1.5-inch Trisotech G, DensDeck, DensDeck One or
LWC-23.| structural e n v i perplate = o.c. at four SBS-AA or | Trisotech, ISOGARD GL or Hot asphalt Prime, DEXcell FA Hot asphalt SBS-AA | more SBS- | SBS-TA -75.0
psi cellular BURmastic installed 180 .
concrete, lishtweight Composite into the holes (4), equally SBS-TA Multi-Max FA3 Glass Mat Roof AA, SBS-
acceptable cincreteg Pl P’:emium of the plate spaced (smooth) Board or SECUROCK TA
to AHJ v (MCRF > 67 Ibf) center rows Gypsum-Fiber Roof
Board
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NEmoO | etc.e
TABLE 4B: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

sys Bl Lightweight Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15) MDP
Concrete Fasten Barrier Attach Attach
No. Note 1 Type Attach Type Type Base Pl Pl Cap PI sf
{Note 1) (Note 14) e (Note 11) (Note 15) w2 (Notes 6,7,8) 0 (Notes 6,7,8) Y v Pl
SEBS APPLIED BASE PLY:
Min. 0.125-inch
Pre- Pre-existent, BURmastic Trufast Versa G-incho.c. at TremBoard AC or
existent min. 2-inch ’ Composite Fastener & 4-inch laps (Optional) min. 0.25-inch
steel or thicI.< in. 360 oI Hr')l'or Pme‘i 2 screws and 12-inch BP-AA, Min. 1.5-inch Trisotech G, DensDeck, DensDeck BP-SEBS, | (Optional)
LWC-24.| structural i collular BJRmastic i":s'tg’niflgo, o.c. at four SBS-AAor | Trisotech, ISOGARD GL or Hot asphalt Prime, DEXcell FA Hot asphalt SBS- BP-SEBS, | SBS-SEBS -75.0
concrete, ﬁ htweLiI ht Composite into the holes (4), equally SBS-TA Multi-Max FA3 Glass Mat Roof SEBS SBS-SEBS
acceptable cincreteg pI P‘r)emium of the plate spaced (smooth) Board or SECUROCK
to AHJ v (MCRF > 67 Ibf) center rows Gypsum-Fiber Roof
Board
TORCH-APPLIED BASE PLY:
Min. 0.25-inch
ELASTIZELL . . X . DensDeck Prime,
Min. 22 ga., 7{NOA 23- ‘ ' 7—!nch o.c. at M!n. 1-inch Trlsot'ech G, LRFIA or DEXcell FA Glass Mat
tvoe BV 0817.05): BURmastic Tremco Twin 4-inch laps Trisotech CGF, Trisotech, LRFIA(BG), Roof Board or
(;/:ade 4’0 —)—M‘ '370' ) Composite Loc-Nail and 7-inch (Optional) | EnergyGuard Polyiso ~10.5-inch SECUROCK Gybsum- (Optional)
W25, | stesh 6 1t Mf”' o phs" Ply HT or Assembled o.c.attwo BP-CAS or | Insulation, H-Shield, oc. (ribbons | 2 = Bg’;’rd o | rRAOr APP-TA, AP';_TA APP-TA, 450
: ’ n. 2-Inch BURmastic Fastener (2), equally SBS-CAS ISOGARD GL, ISOGARD CG, shall be over ; X LRFIA(BG) SBS-TA ’ SBS-TA :
span; #12 thick, Elastizell R i X min. 0.5-inch SBS-TA
Composite (min. 1.7- spaced, (smooth) Multi-Max FA3, UltraMax or anchor sheet
HWH Teks Range llI Cellular ) ) SECUROCK Cement
” . Ply Premium inch embed) staggered Styrofoam Brand Roofmate, fastener .
5670c Concrete with center rows Highload 60 or Plazamate rows) Roof Board or min.
Zell-Crete Fibers g 7/16-inch DEXcell
Cement Roof Board
Min. 0.25-inch
ELASTIZELL DensDeck Prime
P — 7-inch o.c. at Min. 1-inch Trisotech G LRFIA or !
in. . NOA 23- )
:/l”:e ;\2/ ga. (m BURmastic Tremco Twin 4-inch laps Trisotech CGF, Trisotech, LRFIA(BG), Esﬁ:efsll):diliss Mat
P g = Composite Loc-Nail and 7-inch (Optional) EnergyGuard Polyiso ~8-inch o.c. .
Grade 80 Min. 430 psi, . R X SECUROCK Gypsum- LRFIA or (Optional)
LWC-26. | steel: 6 ft Min. 2-inch Ply HT or Assembled o.c. at three BP-CAS or Insulation, H-Shield, (ribbons shall Fiber Roof Board or LRFIA(BG), 8- APP-TA, APP-TA APP-TA, 60.0
. ! o X BURmastic Fastener (3), equally SBS-CAS ISOGARD GL, ISOGARD CG, be over X . . ’ SBS-TA ! SBS-TA :
span; #12 thick, Elastizell R . . min. 0.5-inch inch o.c. SBS-TA
Composite (min. 1.7- spaced, (smooth) Multi-Max FA3, UltraMax or anchor sheet
HWH Teks Range llI Cellular . p SECUROCK Cement
” . Ply Premium inch embed) staggered Styrofoam Brand Roofmate, fastener .
5670 Concrete with enter rows Highload 60 or Plazamat rows) Roof Board or min.
Zell-Crete Fibers ¢ © gnioad 600 € © 7/16-inch DEXcell
Cement Roof Board
- Trufast V. -i .C.
Pr'e Pre-existent, BURmastic rutast versa ° !nch 0. . Min. 0.25-inch
existent . K R Fastener & 4-inch laps (Optional) .
min. 2-inch Composite Plate; 2 P P DensDeck Prime
steel or ) ) ate; 2screws | and 12-inch BP-AA, Min. 1.5-inch Trisotech G, ’ (Optional)
thick, min. 360 Ply HT or per plate . DEXcell FA Glass Mat APP-TA, APP-TA,
LWC-27.| structural R . : . o.c. at four SBS-AA or Trisotech, ISOGARD GL or Hot asphalt Hot asphalt APP-TA, -75.0
concrete psi cellular BURmasHe Instal S (4), equall SBS-TA Multi-Max FA3 Roof Board or SBS-TA SBS-TA SBS-TA
¢ lightweight Composite into the holes g SAugly SECUROCK Gypsum-
acceptable concrete Ply Premium of the plate spaced (smooth) Fiber Roof Board
to AHJ (MCRF > 67 Ibf) center rows
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SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) orR RECOVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)
System Deck — MDP
No. (Note 1) Type Surfacing Type ::t:'ﬁr Top Layer Attach Base Ply Ply Cap Ply sf
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast V.
typeI B, ?rade 40 | min. 2-inch Repair LWC more layers, min. 1-inch thick FBC F;let:ZergS:Iate (Optional) O
steel, 6 ft span, i i i Approved polyisocyanurate or ; ptional) One or . N
5/8” puddle ;hs';k’ min- spalls with PP polyisocya | 2screws per plate | 1per2.7ft2 BP-CAG or SBS- | more BP-CAL, BP- | Of-CAL BP-CAS,
" psi Celcore SBS mineral wool insulation, loose laid X . SBS-CA1 or SBS- -45.0
welds, 6” o.c. or ) ) ) installed 180° into | (12 per 4x8 ft board) CA6 CA6, SBS-CA1 or
in. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch _ CAG
min. 2,500 p ; ) ) the holes of the SBS-CA6
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late*
concrete concrete Board P
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top a )
LWC-28 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
28 2 < < O
R 2 o 20 2 o
O O O O
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufa 1 per 1.8 ft?
type B, Grade 40 | min. 2-inch Repair LWC more layers, min. 1-inch thick FBC F;zt:iergs;ate' (12 plates per 4x8 ft Optional) O
;t/t;;l. sgtdslzan, thick, min. spalls with Approved polyisocyanurate or < o Iat’e board in field of 6p-CAG or SES. fn:r;ogs_)CA;eB%r_ BP-CAL, BP-CA6,
weld:ue" o or 350 psi Celcore SBS mineral wool insulation, loose laid installed ’1)80°pinto board, plus 1 part in CAG CAG SBS—CAllor SBS-CA1 or SBS- -60.0
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on SBS_'CAB CA6
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof plate* short edge and 3 parts
concrete concrete Board on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top a A A <
LWC-29 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 214 Ibf. v b 4 v
2 g S 2Cg 282
<O
O O O O
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)
System Deck — MDP
No. (Note 1) Type Surfacing Type '::t:'?lir Top Layer Attach Base Ply Ply Cap Ply sf
Min. 22 ga., Pre-existent, i
4 B L : |
type B, Grade 40 | min. 2-inch Repair LWC ase Layer(s): (Optional) One or | Trufast Versa 1per 1.3 ft?
steel, 6 ft span, . ) A more layers, min. 1-inch thick FBC Fastener & Plate; )
thick, min. spalls with . (18 plates per 4x8 ft (Optional) One or BP-CA1, BP-CA6,
5/8” puddle . Approved polyisocyanurate or 2 screws per plate e
" 350 psi Celcore SBS . } ) . . o board in field of SBS-CA6 more BP-CA6 or SBS-CA1 or SBS- -67.5
welds, 6” o.c. or cellular (Sanded Bondin mineral wool insulation, loose laid installed 180° into board. lus 6 part SBS-CAG CAG
min. 2,500 psi lightweight surface) 8 Top Layer: Min. 0.125-inch the holes of the | onar ’dp u)s parts on
structural TremBoard AC plate* ong edge
concrete concrete
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 180 Ibf.
LWC-30.
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or TrufastV. 1 per 1.3 ft2
type B, Grade 40 | min, 2-inch Repair LWC more layers, min. 1-inch thick FBC rutagy ersa (18 plates per 4x8 ft
steel, 6 ft span, . R R . Fastener & Plate; o .
. thick, min. spalls with Approved polyisocyanurate or board in field of (Optional) One or | BP-CA1, BP-CA6,
5/8” puddle X . | linsulation. | laid 2 screws per plate i BP-CA6 or SBS-
welds, 6" o.c.or | 320 Psi Celcore SBS mineral wool insulation, loose lai installed 180° into | Poard, plus 1 partin CAB more BP-CA6 or SBS-CA1 or SBS- -97.5
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on SBS-CA6 CA6
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof plate* short edge and 3 parts
concrete concrete Board on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A
coat. Field wi j ing ( ) 1 ini Y L 4 Y p
2 ithdrawal resistance testing (Note 11) shall yield minimum 259 Ibf.
-,
LWC-31. s O 20 2 20 2 o
o o o .
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SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) orR RECOVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)
System Deck — MDP
No. (Note 1) Type Surfacing Type ::t:'ﬁr Top Layer Attach Base Ply Ply Cap Ply sf
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast V.
type B, Grade 40 | min, 2-inch Repair LWC more layers, min. 1-inch thick FBC rutast versa
steel, 6ftspan, | ek min, spalls with Approved polyisocyanurate or Fastener & Plate; (Optional) One or
5/8” puddle 350 psi . . . . 2 screws per plate 1 per 2.7 ft? BP-CAS or SBS- BP-CAS or SBS-
" psi Celcore SBS mineral wool insulation, loose laid X . more BP-CAS5 or -45.0
welds, 6” o.c. or . X R installed 180° into (12 per 4x8 ft board) CA5 CA5
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the SBS-CAS
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late*
concrete concrete Board P
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top o 2
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
LWC-32. -
e S 2 < 28 2
o 20 o o
20 2 o O o4
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast Y. 1 per 1.8 ft?
type B, Grade 40 | min, 2-inch Repair LWC more layers, min. 1-inch thick FBC F;gt::\ergsi’alate' (12 plates per 4x8 ft
;t/ze”L 6Iitdslpan' thick, min. spalls with Approved polyisocyanurate or 2 s ber Iatle board in field of BP-CAS or SBs. | (Optional)Oneor | o o coc
weldsue" oec or 350 psi Celcore SBS mineral wool insulation, loose laid installed ’1)80°pinto board, plus 1 part in CAS or more BP-CAS5 or CAS or -60.0
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on SBS-CAS5
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late* short edge and 3 parts
concrete concrete Board P on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A <
LWC-33 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 214 Ibf. v v v
2 C o < O e
<
O O O O
<O
o o 20 2 o
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

- B Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15) .
ystem ec|
No. (Note 1) Type Surfacing Type F::::'lir Top Layer Attach Base Ply Ply Cap Ply sf
Min. 22 ga., Pre-existent, i
4 B L : |
type B, Grade 40 | min. 2-inch Repair LWC ase Layer(s): (Optional) One or | Trufast Versa 1per 1.3 ft?
steel, 6ftspan, | thick min spalls with more layers, min. Linch thick FBC | Fastener & Plate; (18 plates per 4x8 ft (Optional) One or
5/8” puddle o Approved polyisocyanurate or 2 screws per plate P . .p BP-CAS5 or SBS- P BP-CAS5 or SBS-
" 350 psi Celcore SBS . . . . X N board in field of more BP-CAS5 or -67.5
welds, 6” o.c. or cellular (sanded Bondin mineral wool insulation, loose laid installed 180° into board. plus & part CAS SBS-CAS CA5
min. 2,500 psi lightweight surface) 8 Top Layer: Min. 0.125-inch the holes of the | onar ’dp u)s parts on
structural TremBoard AC plate* ong edge
concrete concrete
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 180 Ibf.
LWC-34.
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or TrufastV. 1 per 1.3 ft2
type B, Grade 40 | min, 2-inch Repair LWC more layers, min. 1-inch thick FBC rutagy ersa (18 plates per 4x8 ft
steel, 6ftspan, | thick min spalls with Approved polyisocyanurate or Fastener & Plate; | ' +in field of (Optional) One or
5/8” puddle o . . ) ) 2 screws per plate . BP-CAS or SBS- P BP-CAS or SBS-
welds. 6” o.c. or 350 psi Celcore SBS mineral wool insulation, loose laid installed 180° into board, plus 1 part in CAS more BP-CAS5 or CAS -97.5
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on SBS-CAS
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof plate* short edge and 3 parts
concrete concrete Board on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 259 Ibf. Y . Y :
-,
LWC-35. s O 20 2 O o
2 o o i g
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SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) orR RECOVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)
System Deck — MDP
No. (Note 1) Type Surfacing Type ::t:'ﬁr Top Layer Attach Base Ply Ply Cap Ply sf
HOT-ASPHALT-APPLIED BASE PLY:
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast V.
type B, Grade 40 | min. 2-inch Repair LWC more layers, min. 1-inch thick FBC F;let:;ergsslate Otional) O
;t/es‘-:L GLthpan, thick, min. spalls with Approved polyisocyanurate or 2 screws ber Iat’e 1 ber 2.7 fi2 ;5:;°;:>)CA;eB(;r_ BP-CA1, BP-AA,
puddle 350 psi Celcore SBS mineral wool insulation, loose laid | per p! T BP-AA, SBS-AA g SBS-CAL, SBS-AA | -45.0
welds, 6” o.c. or lul (sanded Bondi o inch installed 180° into | (12 per 4x8 ft board) AA, SBS-CAL1, SBS- or APP-TA
min. 2,500 psi | CelUar andedBonding | Top Layer: Min. 0.5-inc the holes of the AA or APP-TA
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late*
concrete concrete Board P
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top o 2
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
LWC-36. -
e S 2 < 28 2
o 20 o o
20 2 o O o
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast Y. 1 per 1.8 ft?
type B, Grade 40 | nin. 2-inch Repair LWC more layers, min. 1-inch thick FBC F;gt::\ergsi’alate' (12 plates per 4x8 ft ional
;t/zsl, 6Ltds|pan, thick, min. spalls with Approved polyisocyanurate or b . A Iatle board in field of ﬁ::;ogs_)cgfe;r_ BP-CAL BP-AA,
Weld:ue,, oec or 350 psi Celcore SBS mineral wool insulation, loose laid installed ’1)80°pinto board, plus 1 part in BP-AA, SBS-AA AA. SBS-CAL ’SBS— SBS-CA1, SBS-AA -60.0
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on AA or APP-TA or APP-TA
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late* short edge and 3 parts
concrete concrete Board P on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A <
LWC-37 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 214 Ibf. v v v
2 C o < O e
<
O O O O
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NEmoO | etc.e

TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)
System Deck — MDP
No. (Note 1) Type Surfacing Type '::t:'?lir Top Layer Attach Base Ply Ply Cap Ply sf
Min. 22 ga., Pre-existent, i
4 B L : | 4
type B, Grade 40 | min. 2-inch Repair LWC ase Layer(s) (thlgna ) 0r_1e or Trufast Versa 1per 1.3 f2 BP-AA (eXfEPt
steel, 6 ft span, . . . more layers, min. 1-inch thick FBC Fastener & Plate; BURmastic
thick, min. spalls with . (18 plates per 4x8 ft . BP-CA1, BP-AA,
5/8” puddle 350 psi Celcore SBS Approved polyisocyanurate or 2 screws per plate board in field of Glass Ply, (Optional) BP-AA, SBS-CAL SBS-AA 675
welds, 6” o.c. or ceIIuTar (sanded Bondin mineral wool insulation, loose laid installed 180° into board ml Ie6 0 " BURmastic SBS-AA or APP-TA orAPP-T’A ’
min. 2,500 psi liehtweicht surface) 8 Top Layer: Min. 0.125-inch the holes of the | . ’dp u)s parts on Glass Ply — 28
structural g 8 TremBoard AC plate* ong edge Ib), SBS-AA
concrete concrete
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 180 Ibf.
LWC-38.
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Truf S 1 per 1.3 ft?
type B, Grade 40 | min. 2-inch Repair LWC more layers, min. 1-inch thick FBC rutagyersa (18 plates per 4x8 ft
steel, 6 ft span, hick, mi lIs with Approved polyisocyanurate or fastelly & Plate; in fi
5/8" puddle thick, min. spalls wi pp polyisocy: Dufrews per plate board in field of (Optional) BP-AA BP-CAL, BP-AA,
puct 350 psi Celcore SBS mineral wool insulation, loose laid . o board, plus 1 part in BP-AA, SBS-AA " | SBS-CA1, SBS-AA -97.5
welds, 6” o.c. or ) . K installed 180° into SBS-AA or APP-TA
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on or APP-TA
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof plate* short edge and 3 parts
concrete concrete Board on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 259 Ibf. - ¥ i 5
LWC-39. s < < 202 <o
° o o i
202 S 202 o
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)
System Deck — MDP
No. (Note 1) Type Surfacing Type ::t:'ﬁr Top Layer Attach Base Ply Ply Cap Ply sf
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast V.
type B, Grade 40 | min, 2-inch Repair LWC more layers, min. 1-inch thick FBC rutast versa
steel, 6 ft span, : . . . Fastener & Plate; .
</8" pudd thick, min. spalls with Approved polyisocyanurate or 5 screws per plate 1 per 2.7 f (Optional) One or
/8" pu " © 350 psi Celcore SBS mineral wool insulation, loose laid , P op_ per 2. SBS-AA more SBS-AA, SBS-TA -45.0
welds, 6” o.c. or . i K installed 180° into (12 per 4x8 ft board)
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the SBS-TA
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof plate*
concrete concrete Board
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top % 2
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
LWC-40. o
S s < 28 2
O O o o
20 2 o O O
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast V. 1 per 1.8 ft2
type B, Grade 40 | min. 2-inch Repair LWC more layers, min. 1-inch thick FBC b (12 plates per 4x8 ft
steel, 6 ft span, ) B A vi Fastener & Plate; L )
5/8” pudd| thick, min. spalls with Approved polyisocyanurate or Sséfews per plate board in field of (Optional) One or
Weldfus,, oec or 350 psi Celcore SBS mineral wool insulation, loose laid installed fso"pinto board, plus 1 part in SBS-AA more SBS-AA, SBS-TA -60.0
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on SBS-TA
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof plate* short edge and 3 parts
concrete concrete Board on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A <
LWe-a1 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 214 Ibf. W v v
S g < O e
<
O o L0 4 O
<
o 28 2 o o
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)

System Deck — MDP
No. Note 1 i astener sf
(Note 1) Type Surfacing Type Note 11 Top Layer Attach Base Ply Ply Cap Ply

Min. 22 ga., Pre-existent, i
4 B L : |
type B, Grade 40 | min. 2-inch Repair LWC ase Layer(s): (Optional) One or | Trufast Versa 1per 1.3 ft?
steel, 6 ft span . ) A more layers, min. 1-inch thick FBC Fastener & Plate; )
' ’ thick, min. spalls with . (18 plates per 4x8 ft (Optional) One or
5/8” puddle . Approved polyisocyanurate or 2 screws per plate e
” 350 psi Celcore SBS . . . . . o . board in field of SBS-AA more SBS-AA, SBS-TA -67.5
welds, 6” o.c. or cellular (sanded Bondin mineral wool insulation, loose laid installed 180° into board. olus 6 part SBS-TA
min. 2,500 psi lightweight surface) 8 Top Layer: Min. 0.125-inch the holes of the | onar ’dp u)s parts on
structural TremBoard AC plate* ong edge
concrete concrete
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 180 Ibf.
LWC-42.
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or TrufastV. 1 per 1.3 ft2
type B, Grade 40 | min, 2-inch Repair LWC more layers, min. 1-inch thick FBC rutagy ersa (18 plates per 4x8 ft
steel, 6 ft span : . R . Fastener & Plate; o .
5/8”' ddl ¢ thick, min. spalls with Approved polyisocyanurate or 2 scfews per plate board in field of (Optional) One or
weld:ue” oec o 350 psi Celcore SBS mineral wool insulation, loose laid installed ’1)80°pinto board, plus 1 part in SBS-AA more SBS-AA, SBS-TA -97.5
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on SBS-TA
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof plate* short edge and 3 parts
concrete concrete Board on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A
coat. Field wii j ing ( ) 1 ini Y L 4 Y <>
2 ithdrawal resistance testing (Note 11) shall yield minimum 259 Ibf.
-,
LWC-43. s O 20 2 O o
2 o o i g
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)
System Deck — MDP
No. (Note 1) Type Surfacing Type ::t:'ﬁr Top Layer Attach Base Ply Ply Cap Ply sf
SEBS-APPLIED BASE PLY:
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast V.
type B, Grade 40 | min, 2-inch Repair LWC more layers, min. 1-inch thick FBC rutast versa
steel, 6t span, thick, min. spalls with Approved polyisocyanurate or Fastener & Plate;
5/8” puddle . . . . . 2 screws per plate 1 per 2.7 ft? BP-SEBS, SBS- (Optional) BP-
" 350 psi Celcore SBS mineral wool insulation, loose laid ) 5. SBS-SEBS -45.0
welds, 6” o.c. or ) ) ) installed 180° into | (12 per 4x8 ft board) SEBS SEBS, SBS-SEBS
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late*
concrete concrete Board P
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top o 2
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
LWC-44. -
e S 2 < 28 2
o 20 o o
20 2 o O o
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast Y. 1 per 1.8 ft?
type B, Grade 40 | min, 2-inch Repair LWC more layers, min. 1-inch thick FBC L o . (12 plates per 4x8 ft
steel, 6 ft span, ) B A ) Fastener & Plate; L
thick, min. spalls with Approved polyisocyanurate or board in field of .
5/8" puddle 350 psi Celcore SBS mineral wool insulation, loose laid 2 screws per plate board, plus 1 part in BP-SEBS, SBS- (Optional) BP- SBS-SEBS -60.0
welds, 6” o.c. or P _ metration, installed 180° into | C°ard, Plus 1 parti SEBS SEBS, SBS-SEBS :
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late* short edge and 3 parts
concrete concrete Board P on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A <
LWC-A5 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 214 Ibf. v v v
2 C o < O e
<
O O O O
<O
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)

System Deck — MDP
No. Note 1 i astener sf
(Note 1) Type Surfacing Type Note 11 Top Layer Attach Base Ply Ply Cap Ply

Min. 22 ga., Pre-existent, i
4 B L : |
type B, Grade 40 | min. 2-inch Repair LWC ase Layer(s): (Optional) One or | Trufast Versa 1per 1.3 ft?
steel, 6 ft span . ) A more layers, min. 1-inch thick FBC Fastener & Plate;
' ’ thick, min. spalls with . (18 plates per 4x8 ft )
5/8” puddle 350 psi Celcore SBS Approved polyisocyanurate or 2 screws per plate board in field of BP-SEBS, SBS- (Optional) BP- SBS-SEBS 675
welds, 6” o.c. or ceIIuTar (sanded Bondin mineral wool insulation, loose laid installed 180° into board ml Ie6 0 " SEBS SEBS, SBS-SEBS ’
min. 2,500 psi lightweight surface) 8 Top Layer: Min. 0.125-inch the holes of the | onar ’dp u)s parts on
structural TremBoard AC plate* ong edge
concrete concrete
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 180 Ibf.
LWC-46.
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or TrufastV. 1 per 1.3 ft2
type B, Grade 40 | min, 2-inch Repair LWC more layers, min. 1-inch thick FBC rutagy ersa (18 plates per 4x8 ft
steel, 6 ft span, thick, min spalls with Approved polyisocyanurate or Fastener & Plate; board in field of
5/8” puddle 350 ’si ‘ Celcore SBS mineral wool insulation, loose laid QY- e plate board, plus 1 parti BP-SEBS, SBS- (Optional) BP- SBS-SEBS -97.5
welds, 6” o.c. or P _ , O installed 180° into | 202"% PUs Lpartin 1 qppg SEBS, SBS-SEBS :
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof plate* short edge and 3 parts
concrete concrete Board on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A
coat. Field wi j ing ( ) 1 ini v 4 b 4 <
2 ithdrawal resistance testing (Note 11) shall yield minimum 259 Ibf.
-,
LWC-47. s O 20 2 O o
o o o .
< O < O
O O O S 2
O < 28 o <
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SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) orR RECOVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)
System Deck — MDP
No. (Note 1) Type Surfacing Type ::t:'ﬁr Top Layer Attach Base Ply Ply Cap Ply sf
TORCH-APPLIED BASE PLY:
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast V.
type B, Grade 40 | min, 2-inch Repair LWC more layers, min. 1-inch thick FBC rutast versa
steel, 6 ft span, . . R . Fastener & Plate;
5/8" puddl thick, min. spalls with Approved polyisocyanurate or 5 screws per plate | 1 per 2.7 ft2 (Optional) APP
puddle 350 psi Celcore SBS mineral wool insulation, loose laid | per p! T APP-TA, SBS-TA | 0ptiona APP-TA, SBS-TA 450
welds, 6” o.c. or ) ) ) installed 180° into | (12 per 4x8 ft board) TA, SBS-TA
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late*
concrete concrete Board P
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top o 2
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
LWC-48. -
e S 2 < 28 2
o 20 o o
20 2 o O o4
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast Y. 1 per 1.8 ft?
type B, Grade 40 | min, 2-inch Repair LWC more layers, min. 1-inch thick FBC L o . (12 plates per 4x8 ft
steel, 6 ft span, ) B A ) Fastener & Plate; L
5/8" pudd| thick, min. spalls with Approved polyisocyanurate or 2 screws per plate board in field of (Optional) APP
puddle . - ; ) . . R
welds, 6 o.c. or 350 psi Celcore SBS . mineral wool'lnsulat'lon, loose laid installed 180° into board, plus 1 part in APP-TA, SBS-TA TA, SBS-TA APP-TA, SBS-TA -60.0
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late* short edge and 3 parts
concrete concrete Board P on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A <
LWC-49 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 214 Ibf. v v v
2 C o < O e
<
O O O O
<O
o o 20 2 o
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)

System Deck — MDP
No. Note 1 i astener sf
(Note 1) Type Surfacing Type Note 11 Top Layer Attach Base Ply Ply Cap Ply

Min. 22 ga., Pre-existent, i
4 Base L : |
type B, Grade 40 | min. 2-inch Repair LWC ase Layer(s): (Optional) One or | Trufast Versa 1per 1.3 ft?
steel, 6 ft span . ) A more layers, min. 1-inch thick FBC Fastener & Plate;
' ’ thick, min. spalls with . (18 plates per 4x8 ft POWERply APP .
5/8” puddle 350 psi Celcore $BS Approved polyisocyanurate or 2 screws per plate board in field of Smooth. SBS- (Optional) APP- APP-TA. SBS-TA 675
welds, 6” o.c. or ceIIuTar (sanded Bondin mineral wool insulation, loose laid installed 180° into board ml |e6 0 " A ! TA, SBS-TA ! ’
min. 2,500 psi lightweight surface) 8 Top Layer: Min. 0.125-inch the holes of the | onar ’dp u)s parts on
structural TremBoard AC plate* ong edge
concrete concrete
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top
e coat. Field withdrawal resistance testing (Note 11) shall yield minimum 180 Ibf.
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast V. 1 per 1.3 ft?
type B, Grade 40 | nin. 2-inch Repair LWC more layers, min. 1-inch thick FBC rUIR o2 (18 plates per 4x8 ft
steel, 6 ft span . . R . Fastener & Plate; o
5/8”, o ) thick, min. spalls with Approved polyisocyanurate or 2 i@ per plate board in field of (Optional) APP
puddle . . . . . X -
welds, 6” o.c. o 350 psi Celcore SBS . mineral wool‘msulat‘lon, loose laid installed 180° into board, plus 1 part in APP-TA, SBS-TA TA, SBS-TA APP-TA, SBS-TA -97.5
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late* short edge and 3 parts
concrete concrete Board P on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 259 Ibf. & i 4 Y
tWES1. o o o o
= o o & <o
<o o O o
O O O <O
o 2Ce e o
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NEmoO | etc.e
TABLE 4p: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SySTEM TYPE E-2: LWC 10 DECK, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

Syst Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15) e
ystem
Deck (Note 1)
No. Treatment Type Sealer Surfacing Base L Spacing Base Ply(s) Cap Ply sf
(Note 11)
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
22 ga., type Celcore S-1 CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the
Btv’ frsa::f 40 Deck Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and One or more BP-CAL or
Lwe-s2. | ¢ e jon . Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet 12-inch o.c. at two BP-CA1 or SBS- -45.0
spans; 5/8 Preparation - \ SBS-CAl
puddle welds, | sjurry with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener (2) equally spaced CA1
6” o.C. Modifying Admixture Bonding Surface) HT center rows
22 ga., type Celcore $-1 CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the
Btv’ fr:‘:f 40 Deck Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and One or more BP-CA1 or
LWC-53. :p:en’s. 5/8” Preparation Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet 7-inch o.c. at two (2) BP-CA1 or SBS- SBS-CA1 -60.0
pudd|'e welds SIurF: with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener equally spaced CA1
6” o.C. v Modifying Admixture Bonding Surface) HT center rows
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
22 ga., type Celcore $-1 CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the
Btv’ (lar:cfite 40 Deck Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and One or more BP-CA1, BP-
LWesa. | 0 roparation | Celcore MF Cellular Concrete | PVA Curing | spalls with Celcore | BURmastic Base Sheet 12-incho.c.attwo | BP-CAGorSBS- | CA6,SBS-CAL | -45.0
puddI’e welds, | sjurr with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener (2) equally spaced CA6 or SBS-CA6
6” 0.C. y Modifying Admixture Bonding Surface) HT center rows
22ga., type B | (Optional) CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the
;’; Bl" ?"Z‘: Celcore S-1 | Min. 350 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and One or more BP-CA1, BP-
LWC-55. Sp:n,eg e Deck Celcore MF Cellular Concrete PVA Curing | spalls with Celcore | BURmastic Base Sheet 7-inch o.c. at two (2) | BP-CAG or SBS- | CA6,SBS-CA1 | -60.0
pudd’Ie welds Preparation | with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener equally spaced CA6 or SBS-CA6
6” 0.C. Slurry Modifying Admixture Bonding Surface) HT center rows
22 ga., type Celcore S-1 CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the
Btv’ (ﬁr:cfi: 40 Deck Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and One or more BP-CA1, BP-
LWC-56. :p:\; 5/8” Preparation Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet 7-inch o.c. at two (2) BP-CAG6 or SBS- CA®6, SBS-CA1 -67.5
puddI’e welds SIurpr with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener equally spaced CA6 or SBS-CA6
6” o.C. y Modifying Admixture Bonding Surface) HT center rows
Min. 22 ga., Optional) Repair BURmastic Trufast Vers:al 9-inch o.c. at 4-inch
Fastener (min
ZPZBY{O Pre-existent (re-roof only), min. LWC spalls with Composite Ply 2.25-inch) & " | laps and 9-inch o.c. One or more BP-CA6 or
St:’el_ee it N/A 2-inch thick, 450 psi cellular N/A Celcore SBS HT, BURmastic Piate- 3 at two (2), equally BP-CA6 or SBS- SBS-CAG -105.0
e spanf puddle- lightweight concrete (Sanded Bonding Composite Ply screv:/s or spaced, staggered CA6
welds, 6” o.c. Surface) Premium plate* P center rows
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ PEER-TRM-006.B.R20 for FL20325-R22 (HVHZ)
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TABLE 4p: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SySTEM TYPE E-2: LWC 10 DECK, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmoO | etc.e

Syst Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15) e
ystem
No. Deck {Note 1 Treatment Type Sealer Surfacing Base F:s:en;ir Spacing Base Ply(s) Cap Ply sf
_‘ ote [
POWERPLY ENDURE BIO TF ADHESIVE APPLIED BASE PLY:
22 ga., type CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the
i\;’e(l;_rsa?f 40 gzlcclz)re s1 Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and One or more BP-CAS or
LWC-58. e jon . Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet 12-inch o.c. at two BP-CAS or SBS- -45.0
spans; 5/8 Preparation - \ SBS-CA5
puddle welds, | sjurry with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener (2) equally spaced CAS
6” o.C. Modifying Admixture Bonding Surface) HT center rows
22ga., type B | (QOptional) CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the
gg Zl/éj.rzdfte Celcore S-1 | Min. 350 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and One or more BP-CAS or
LWC-59. span; 3/8" Deck Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet 7-inch o.c. at two (2) BP-CAS or SBS- SBS-CAS -60.0
pudd'le welds, Preparation | with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener equally spaced CAS
6” 0.C. Slurry Modifying Admixture Bonding Surface) HT center rows
22 ga., type Celcore 5-1 CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the
sl’efr:‘:f 40 Deck Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and One or more BP-CAS or
LWC-60. span;' 5/8” Preparation Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet 7-inch o.c. at two (2) BP-CAS or SBS- SBS-CAS -67.5
puddlle welds, SIurF: with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener equally spaced CAS
6” o.C. v Modifying Admixture Bonding Surface) HT center rows
Min. 22 ga., X Tremco Twin . .
type BV, ELASTIZELL (23-0817.05): For reroof (tear- BURmasFlc Loc-Nail 7-inch o.c. .at 4-inch
Grade 40 Min. 370 psi. Min. 2-inch thick off), repair LWC Composite Ply Assembled laps and 7-inch o.c. One or more BP-CAS or
LWC-61. | steel; 6 ft None B psl, ’ ’ None spalls with Celcore HT, BURmastic . at two (2), equally BP-CA5 or SBS- -45.0
. #12 Elastizell Range IIl Cellular . Fastener (min. SBS-CAS
span; . . SBS (Sanded Composite Ply X spaced, staggered CA5
HWH Teks 5 Concrete with Zell-Crete Fibers _ A 1.7-inch
& Bonding Surface) Premium embed) center rows
0.C.
Min. 22 ga., . Tremco Twin . .
type BV, ELASTIZELL (23-0817.05): For reroof (tear- BURmasFlc Loc-Nail 7-inch o.c. .at 4-inch
Grade 80 Min. 430 osialliima.inch T off), repair LWC Composite Ply Assembled laps and 7-inch o.c. One or more BP-CAS or
LWC-62. | steel; 6ft None |n.. pst, viiNn. Z-inch thick, None spalls with Celcore HT, BURmastic . at three (3), equally BP-CA5 or SBS- -60.0
. #12 Elastizell Range IIl Cellular X Fastener (min. SBS-CAS5
span; . . SBS (Sanded Composite Ply X spaced, staggered CA5
HWH Teks 5 Concrete with Zell-Crete Fibers . A 1.7-inch
& Bonding Surface) Premium embed) center rows
0.C.
Min. 22 ga., (Optional) Repair BURmastic ::;I::\te\r/((er:??n 9-inch o.c. at 4-inch
type BY, Pre-existent (re-roof only), min. LWC spalls with Composite Ply . " | laps and 9-inch o.c. One or more
Grade 40 2.25-inch) & BP-CAS or
steel: 6 ft N/A 2-inch thick, 450 psi cellular N/A Celcore SBS HT, BURmastic Plate: 3 at two (2), equally BP-CA5S or SBS- SBS-CAS -105.0
LWC-63. Span; puddle- lightweight concrete (Sanded Bonding Composite Ply screv:/s per spaced, staggered CAS5
welds, 6” o.c. Surface) Premium plate* center rows
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
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TABLE 4p: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SySTEM TYPE E-2: LWC 10 DECK, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmoO | etc.e

Syst Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15) e
ystem
No. Deck (Note 1) Treatment Type Sealer Surfacing Base Fastener Spacing Base Ply(s) Cap Ply sf
(Note 11)
HOT-ASPHALT-APPLIED OR TORCH-APPLIED BASE PLY:
22 ga., type CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the
Btv’ frsa::f 40 gzlcclz)re s1 Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and Ei-lcgt'_iis-
LWC-64. :pe:n's, 5/8" Preparation Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet 12-inch o.c. at two BP-AA, SBS-AA SBS-’AA or ! -45.0
puddI’e welds, SIurF:y with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener (2) equally spaced APP-TA
6” o.C. Modifying Admixture Bonding Surface) HT center rows
22ga, type B | (Optional) CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the BP-CAL SBS-
gg Bl/' (|;-rzdfte Celcore S-1 | Min. 350 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and AL BP’-AA
LWC-65. Sp:n?:/’s,, Deck Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet 7-inch o.c. at two (2) BP-AA, SBS-AA SBS—’AA or ! -60.0
pudd'le welds Preparation | with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener equally spaced APP-TA
6” 0.C. Slurry Modifying Admixture Bonding Surface) HT center rows
22 ga., type CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the
Cel S-1 ) . . BP-CA1, SBS-
Btv’ (ﬁr:?:z 40 chcli)re Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and CAL BP-AA
LWC-66. :pzer"s, 5/8” Preparation Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet 7-inch o.c. at two (2) BP-AA, SBS-AA SBS—’AA or ! -67.5
puddlle welds, SIurF:y with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener equally spaced APP-TA
6” o.C. Modifying Admixture Bonding Surface) HT center rows
Min. 22 ga., (Optional) Repair BURmastic I;z::f\te\r/((er::?n 9-inch o.c. at 4-inch
tGVpZ B\i'o Pre-existent (re-roof only), min. LWC spalls with Composite Ply 2.25-inch) & " | laps and 9-inch o.c.
Str:efe . N/A 2-inch thick, 450 psi cellular N/A Celcore SBS HT, BURmastic Piate' 3 at two (2), equally BP-AA, SBS-AA BP-AA, SBS-AA | -105.0
LS Spanf puddie- lightweight concrete (Sanded Bonding Composite Ply SCI'eV\,IS or spaced, staggered
welds, 6” o.c. Surface) Premium plate* P center rows
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
22 ga., type CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the
BV, Grade 40 Celcore S-1 X o - . . . .
teel: 5 ft Deck Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and SBS-AA or SBS-
LWC-68. zpan; 5/8" Preparation Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet 12-inch o.c. at two TA SBS-TA -45.0
puddlle welds SIurFi with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener (2) equally spaced
6” 0.C. ¥ Modifying Admixture Bonding Surface) HT center rows
22ga, type B | (Optional) CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the
g; B:/' (?-rzdf: Celcore S-1 | Min. 350 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and SBS-AA or SBS-
LWC-69. Sp:nég/’s,, Deck Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet 7-inch o.c. at two (2) TA SBS-TA -60.0
puddlle welds Preparation | with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener equally spaced
6" o.c. Slurry Modifying Admixture Bonding Surface) HT center rows

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ
Tremco Modified Bitumen Roof Systems; (800) 562-2728
TOP OF APPENDIX

PEER-TRM-006.B.R20 for FL20325-R22 (HVHZ)
Revision 20: 08/12/2026
Appendix 1, Page 106 of 135




NEmoO | etc.e
TABLE 4p: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SySTEM TYPE E-2: LWC 10 DECK, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

Syst Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15) e
V;:m Deck (Note 1) Treatment Type Sealer Surfacing Base Fastener Spacing Base Ply(s) Cap Ply 7
(Note 11)
22 ga., type | 51 CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the
BV, G_rade 40 ge clz)re i Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and SBS-AA or SBS
LWC-70. ::)Zer:'s;s;s,, Pfecparation Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet 7-inch o.c. at two (2) TA AR OF B> SBS-TA -67.5
puddle welds, Slurry with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener equally spaced
6” o.c. Modifying Admixture Bonding Surface) HT center rows
Min. 22 ga., (Optional) Repair BURmastic ';ru:ast Vers? 9-inch o.c. at 4-inch
2’2\22\‘/‘5 Pre-existent (re-roof only), min. LWC spalls with Composite Ply zazs;irr\i:‘()rgn. laps and 9-inch o.c. SBS-AA or SBS-
LWCT71. | steel; 6ft N/A 2-inch thick, 450 psi cellular N/A Celcore SBS HT, BURmastic Piate' 3 at two (2), equally TA SBS-TA -105.0
-71. <pan; pudde- lightweight concrete (Sanded Bonding Composite Ply screV\‘/s per spaced, staggered
welds, 6” o.c. Surface) Premium plate* center rows
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
SEBS-APPLIED BASE PLY:
22 ga., type | 51 CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the
BV, G.rade 40 (E.;e lere i Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and BP_SEBS, SBS
LWC-72. 2;?1';;55?3" Pf:paration Celcore MF Cellular Concrete | PVA Curing | spalls with Celcore | BURmastic Base Sheet 12incho.c.attwo | o> | SBS-SEBS -45.0
puddle welds, | sjurry with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener (2) equally spaced
6” o.c. Modifying Admixture Bonding Surface) HT center rows
22ga.,type B | (Optional) CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the
gg zl/e'j.rzdf‘: Celcore S-1 | Min. 350 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and BP-SEBS, SBS-
LWC-73. span; 3/’8,, Deck Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet 7-inch o.c. at two (2) SEBS ! SBS-SEBS -60.0
puddle welds, Preparation | with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener equally spaced
6” o.c. Slurry Modifying Admixture Bonding Surface) HT center rows
22 ga., type CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the
BV, Gfrade 40 gelcli)re 1 Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and BP_SEBS, SBS
LWC-74. z:;il’s.ssf/ts,, Pfecparation Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet 7-inch o.c. at two (2) SEI_BS ! ) SBS-SEBS -67.5
puddle welds, | sjyrry with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener equally spaced
6” 0.C. Modifying Admixture Bonding Surface) HT center rows
Min. 22 ga., (Optional) Repair BURmastic 'll:'ru]:ast Vers.a 9-inch o.c. at 4-inch
g/pe BV, Pre-existent (re-roof only), min. LWC spalls with Composite Ply Zazsse.ne:‘(ngn. laps and 9-inch o.c. SEBS. SBS
rad:: 4]? N/A 2-inch thick, 450 psi cellular N/A Celcore SBS HT, BURmastic : —.|nc ) at two (2), equally BP-SEBS, SB5- SBS-SEBS -105.0
LWC-75. ::)e;]f Eufﬁdle- lightweight concrete (Sanded Bonding Composite Ply Plate; 3 spaced, staggered SEBS
weld,s, 6” 0.C. Surface) Premium :T::f per center rows
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
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TABLE 4e: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

SysTem TYPE E-2: LWC 10 DECK, MECHANICALLY ATTACHED POWERFAST, BONDED ROOF COVER

NEmoO | etc.e

Syst Lightweight Concrete (Note 14) PowerFAST (Note 15A) Roof Cover (Note 15) e
No. | Deckitoted Treatment T Seal surfaci B Fastener Spaci Base Ply(s) Cap Pl sf
. reatmen ype ealer urfacing ase pacing ase Ply(s ap Ply
(Note 11)
Trufast Vi
Min. 22 ga., CELCORE (24-0906.02): For reroof (tear- F;‘;Zierersa (Optional) BP-CAL
Type BV, Grade | Celcore S-1 | Min. 350 psi, Min. 2- Celcore off), repair LWC POWERDI (min. 2.25- 12-inch o.c. within the (laps sealed with Tremco BP-CA1 (laps sealed
40 steel; 6 ft Deck inch thick, Celcore MF PVA Curing spalls with Heavy DFLIy inch)‘ &' min. 5-inch wide, LF Adhesive) or SBS- W'thSTBr;méoALlFAdhewe) 60.0
LWC-76. | span;5/8” Preparation | Cellular Concrete with c q Celcore SBS Base Sh Plate: 4 Tremco LF Adhesive CA1 (laps hot air welded or Id_d {"I’pjh‘_’:h ’
puddle welds, 6” ompoun . ase Sheet ate; . ) air welded or sealed wi
Slurry Celcore HS Rheology (Sanded Bonding sealed side laps or sealed with Tremco LF Tremco LF Adhesive)
o.C. Modifying Admixture Surface) SCIEWS per Adhesive)
plate*
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 310 Ibf.
Min. 22 ga. CELCORE (24-0906.02): For reroof (tear- I:;I:ite\r/ersa
Celcore S-1 Min. 350 psi, Min. 2- off), repair LWC . 12-inch o.c. within the .
Type BV, Grade pst, Celcore POWERply | (min. 2.25- (Optional) BP-AA BP-AA, SBS-AA, BP-
40 steel; 6 ft Deck inch thick, Celcore MF PVA Curin spalls with Heavy Dut inch) & min. 5-inch wide, SBS-AA BP-SEBSl SEBS éBS-SEBé o -60.0
LWC-77. | span;5/8” Preparation | Cellular Concrete with Com oung Celcore SBS Base éheety Plate: 4 Tremco LF Adhesive SBS-SEI;S or SBS-’TA SBS-'I"A '
puddle welds, 6” | g|yrry Celcore HS Rheology P (Sanded Bonding screv(/s per sealed side laps
o.C. of e .
Modifying Admixture Surface) plate*
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 310 Ibf.
Min. 22 ga. Pre-existent min. 350 For reroof (tear- 1;::2:;\:653
Type BV, Grade Celcore S-1 psi, Min. 2-inch thick, Celcore off), repair LWC POWERDly (min. 2.25- 10-inch o.c. within the (Optional) BP-AA BP-AA SBS-AA. BP-
40 steel; 6 ft Deck Celcore MF Cellular PVA Curin spalls with Heawy Dut inch). &' min. 5-inch wide, SBS-AA BP-SEBS, SEBS éBS-SEBS, or 825
LWC-78. | span;5/8” Preparation | Concrete with Celcore Com ouncgi Celcore SBS Base éheety Plate: 4 Tremco LF Adhesive SBS—SEI;S or SBS’—TA SBS—‘I"A '
puddle welds, 6” | sjyrry HS Rheology Modifying P (Sanded Bonding screv:/s or sealed side laps
0-C. Admixture Surface) * P
plate
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top coat. Field withdrawal resistance testing (Note 11) shall yield minimum 355 Ibf.
Min. 22 ga. CELCORE (24-0906.02): For reroof (tear- 'll:';t;l‘:]te\r/ersa 10-inch o.c. within the
Type BV, Grade Celcore S-1 | Min. 350 psi, Min. 2- Celcore off), repair LWC POWERply (min. 2.25- min. 5-inch wide, BP-AA SBS-AA. BP- BP-AA SBS-AA BP-
40 steel; 6 ft Deck inch thick, Celcore MF | by g | SPAlls with Heavy Duty | inch) & Tremco LF Adhesive SEBS, SBS-SEBS or | SEBS, SBS-SEBSor | -127.5
LWC-79. | span;5/8” Preparation | Cellular Concrete with Com oung Celcore SBS Base éheeg Plate: 4 sealed side laps and 10- SBS—‘II'A SBS—‘I,'A '
puddle welds, 6” | g|yrry Celcore HS Rheology P (Sanded Bonding screV\'ls o inch o.c. at one (1)
0-¢ Modifying Admixture Surface) plate* P center row
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 275 Ibf.
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TABLE 4F: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE OR TECTUM DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE E-2: TEMPORARY ROOF TO DECK, LWC TO TEMPORARY ROOF, IMECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck Vapor Barrier Ea- = MDP
No. (Note 1) (Note 15) Type Sealer Surfacin Base asten Spacin ase Cap PI sf
yp urtacing (Note 11) pacing Ply(s) PFlY
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic . . One or
=<k . 9-inch o.c. at the min. 3-
structural BP-CA4 (ribbons Min. 440 psi, Min. 2-inch thick, | Celcore . off), rep.alr Lwc Glass Ply .or Tremco FM-90 inch laps and 12-inch more BP-CA1 or
LWC-80. | concrete, 127 0.c) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet o.c. at two (2) equall BP-CAl SBS-CAL -45.0
TREMprime o with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener . ) a.ced center rgws 4 or SBS-
WB Primer Modifying Admixture Bonding Surface) HT P CAl
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear— BURmastic . . One or
structural Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 i]lcr;‘cg os.ca.]:; tlf;e_lr:cls 3 more BP-CA1 or
LWC-81. | concrete, SBS-TA (smooth) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet oc at E:WO (2) equall BP-CAl SBS-CAL -45.0
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener . ’ a.ced center rc()]ws v or SBS-
primer Modifying Admixture Bonding Surface) HT P CAl
CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the min. 3- One or
BP-CAA4, ribbons Min. 440 psi, Min. 2-inch thick, Celcore . off), rep.alr LWC Glass Ply .or Tremco FM-90 inch laps and 12-inch more BP-CA1 or
LWC-82. | Tectum Plank 9-inch Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet ttwo (2) I BP-CAl SBS-CAL -45.0
-inch o.c. with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener :.ca.caed \cNe(:ner (:2\:2 y or SBS- i
Modifying Admixture Bonding Surface) HT P CAl
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the min. 3- One or
structural BP-CA4 (ribbons Min. 440 psi, Min. 2-inch thick, Celcore ' off), rep'alr LWC Glass Ply .or Tremco FM-90 inch laps and 7-inch o.c. more BP-CA1 or
LWC-83. | concrete, 12" 0.c) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at two (2) equall BP-CA1 SBS-CA1 -60.0
TREMprime e with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced cent(lr ro»\INs or SBS-
WB Primer Modifying Admixture Bonding Surface) HT P CAl
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the min. 3- One or
structural Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 inch la S a;nd Z-inch O' c more BP-CA1 or
LWC-84. | concrete, SBS-TA (smooth) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at two‘zz) equall | BP-CAL SBS-CA1 -60.0
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced cent?er ro\\//vs or SBS-
primer Modifying Admixture Bonding Surface) HT P CAl
CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch he min. 3- One or
BP-CA4. ribbons Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 inlcrr‘mcla os.ca;:; ;_?nr:r:r:)' z’ more BP-CA1 or
LWC-85. | Tectum Plank 9-inch (; c Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at two‘zz) equall | BP-CA1 SBS-CA1 -60.0
- with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced cent?er ro\\//vs or SBS-
Modifying Admixture Bonding Surface) HT P CAl
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 2,500 psi } . F f (tear- BURmasti ) ) o]
" PSt 1 BP-ca6 (full SERRORE (24-09HA82): or reroof (tear mastic 9-inch o.c. atthe min.3- | - ¢ "
structural coverage) or BP- Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 inch laps and 12-inch more BP-CA1, BP-
LWC-86. | concrete, cAa (rigbons 19" Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet . Ft)wo (2) equall BP-CA6 CA®6, SBS-CA1 -45.0
TREMprime o0c) with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener . ) a'ced center rgws 4 or SBS- or SBS-CA6
WB Primer - Modifying Admixture Bonding Surface) HT P CA6
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TABLE 4f: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE OR TECTUM DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SyYSTEM TYPE E-2: TEMPORARY ROOF TO DECK, LWC TO TEMPORARY ROOF, IMEECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck Vapor Barrier MDP
No. (Note 1) (Note 15) Type Sealer Surfacing Base ;z:el: Spacing :3?:) Cap Ply sf
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the min. 3- One or
structural Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 inch Iaps; z;nd 12—inch. more BP-CA1, BP-
LWC-87. | concrete, SBS-TA (smooth) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet BP-CA6 CA®6, SBS-CA1 -45.0
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener oc.attwo(2)equally | | cpe’ | ope cag
primer Modifying Admixture Bonding Surface) HT spaced center rows CA6
CELCORE (24-0906.02): For reroof (tear- BURmastic r .o | Oneor
BP-CA4. ribbons Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 i]lcr;cggs'ca;:; tlhzi::r? 3 more BP-CA1, BP-
LWC-88. | Tectum Plank 9-inch c; c Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet o.c. at two (2) equally BP-CA6 CA6, SBS-CA1 -45.0
- with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener o or SBS- or SBS-CA6
Modifying Admixture Bonding Surface) HT spaced center rows CA6
Min. 2,500 psi BP-CAG (full CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the min. 3- One or
structural coverage) or BP- Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 inch Iaps. a;nd 7-inch 0‘ c more BP-CA1, BP-
LWC-89. | concrete, CA4 (ribbons 12” Ceilcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at two (2) equally | BP-CA6 CA6, SBS-CA1 -67.5
TREMprime 0c) Wlth‘Ce_|C0re HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced center rows or SBS- or SBS-CA6
WB Primer o Modifying Admixture Bonding Surface) HT P CA6
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the min. 3- One or
structural Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 inch Iaps. a;nd 7-inch 0‘ c more BP-CA1, BP-
LWC-90. | concrete, SBS-TA (smooth) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet " | BP-CA6 CA6, SBS-CA1 -67.5
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener at two (2) equally or SBS- or SBS-CA6
primer Modifying Admixture Bonding Surface) HT spaced center rows CA6
CELCORE (24-0906.02): For reroof (tear- BURmastic - .o | Oneor
BP-CA4. ribbons Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 ;ICT]CESS'Z:; ;h?nr(?;:r:)s more BP-CA1, BP-
LWC-91. | Tectum Plank 9-inch (; c Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at two (2) equally BP-CA6 CA®6, SBS-CA1 -67.5
o with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener or SBS- or SBS-CA6
Modifying Admixture Bonding Surface) HT spaced center rows CA6
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the min. 3- One or
structural BP-CA4 (ribbons Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 inch Iaps. a;nd 12-inch. more BP-CAS or
LWC-92. | concrete, 12" o.c) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet o.c. at two (2) equally BP-CAS5 SBS-CAS -45.0
TREMprime o with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener o or SBS-
WB Primer Modifying Admixture Bonding Surface) HT spaced center rows CA5
CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the min. 3- One or
Min. 2,500 psi BP-CA5 or SBE: Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 inch Iaps., a.md 12—inch. more BP-CAS or
LWC-93. | structural CAS (smooth) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet o.c. at two (2) equally BP-CAS5 SBS-CAS -45.0
concrete with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener o or SBS-
Modifying Admixture Bonding Surface) HT spaced center rows CA5
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TABLE 4r: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE OR TECTUM DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SyYSTEM TYPE E-2: TEMPORARY ROOF TO DECK, LWC TO TEMPORARY ROOF, IMEECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck Vapor Barrier - 3 mMbDP
No. (Note 1) (Note 15) Type Sealer Surfacin Base asten Spacin, ase Cap PI sf
P “ e (Note 11) pacing Ply(s) PFlY
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic . . One or
structural Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 i:;clg o:;;:(tj tlhze_lr:clrr: 3 more BP-CAS or
LWC-94. | concrete, SBS-TA (smooth) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet oc. at ,:wo (2) equall BP-CA5 SBS-CAS -45.0
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener s ) a.ced cen® rgws 4 or SBS-
primer Modifying Admixture Bonding Surface) HT P CA5
CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the min. 3- One or
BP-CA4, ribbons Min. 440 psi, Min. 2-inch thick, Celcore . off), rep.alr LWC Glass Ply f)r Tremco FM-90 inch laps and 12-inch more BP-CAS or
LWC-95. | Tectum Plank 9-inch Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet ttwo (2) I BP-CA5 SBS-CAS -45.0
-inch o.c. with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener S.aned \cNe(:ner (:2\:2 4 or SBS- )
Modifying Admixture Bonding Surface) HT P CA5
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the min. 3- One or
structural BP-CA4 (ribbons Min. 440 psi, Min. 2-inch thick, | Celcore . off), rep.alr LwcC Glass Ply gr Tremco FM-90 inch laps and 7-inch o.c. more BP-CAS or
LWC-96. | concrete, 12" 0.c) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at two (2) equall BP-CA5 SBS-CAS -67.5
TREMprime o with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced cent(lr ro\\//vs or SBS-
WB Primer Modifying Admixture Bonding Surface) HT P CA5
CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch he min. 3- One or
Min. 2,500 psi Min. 440 psi, Min. 2-inch thick Celcore off), repair LWC Glass Ply or Tremco FM-90 /=nen o.¢. att € min. 3 more
BP-CAS or SBS- 4 4 . R . inch laps and 7-inch o.c. BP-CAS5 or
LWC-97. | structural CAS (smooth) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at two (2) equall BP-CA5 SBS-CAS -67.5
concrete with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced cent?er ro\\//vs or SBS-
Modifying Admixture Bonding Surface) HT P CA5
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the min. 3- One or
structural Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 inch la s a;nd Z-inch o. c more BP-CAS or
LWC-98. | concrete, SBS-TA (smooth) | Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at two‘zz) equall " | BP-CAS5 SBS-CAS -67.5
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced cent?er ro\\/Ns or SBS-
primer Modifying Admixture Bonding Surface) HT P CA5
CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the min. 3- One or
) ) Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 inch | - 7-inch ’ more )
LWC-99. | Tectum Plank gﬁniﬁt rclbbons Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet ;thz':z;;zdualllnc %C¢ | Bp-cas g;s(_:?:;r -67.5
e with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced cent(lr ro\\//vs or SBS-
Modifying Admixture Bonding Surface) HT P CA5
HOT-ASPHALT-APPLIED OR TORCH-APPLIED BASE PLY:
's\frlzctztifaolo P! | Bp-cas (il CE‘LCORE 2"1_09-06'0-2 A Celcore t:‘)fr) rfem:ifr(te\/s(r:_ ZE’:?SISU; Tremco FM-90 9-inch o.c. at the min. 3- BP-CAL, SBS-
coverage) or Bp- | Min. 440 psi, Min. 2-inch thick, ) » FEP: A inch laps and 12-inch BP-AA, CA1, BP-AA,
LWC-100, concrete, ) » | Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet -45.0
R CA4 (ribbons 12 - . o.c. at two (2) equally SBS-AA SBS-AA or
TREMprime oc) with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced center rows APP-TA
WB Primer e Modifying Admixture Bonding Surface) HT P
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TABLE 4f: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE OR TECTUM DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SyYSTEM TYPE E-2: TEMPORARY ROOF TO DECK, LWC TO TEMPORARY ROOF, IMEECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck Vapor Barrier o 3 MDP
No. (Note 1) (Note 15) Type Sealer Surfacin Base asten Spacin ase Cap PI sf
P “ ing (Note 11) pacing Ply(s) PFlY
Min. 2,500 psi (24- ) F f (tear- BUR ti X .
n pst BP-CAG (full CELCORE (24-0906.02): or reroo. (tear mastic 9-inch o.c. at the min. 3-
structural coverage) or BP- Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 inch laps and 12-inch SBS-AA
LWC-101, concrete, cAa (rilg)bons 127 Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet oc. at ,:wo (2) equall or SBS- SBS-TA -45.0
TREMprime | A with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener e contor rowe | TA
WB Primer - Modifying Admixture Bonding Surface) HT R
Min. 2, i i} . F f . BURmasti ) .
in. 2,500 psi CELCORE (24-0906.02): or reroof (tear URTRQ 9-inch o.c. at the min. 3- BP-CAL, SBS-
structural Min. 440 psi, Min. 2-inch thick Celcore off), repair LWC Glass Ply or Tremco FM-90 X .
. 4 . . . inch laps and 12-inch BP-AA, CA1, BP-AA,
LWC-102,| concrete, SBS-TA (smooth) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet o.c. at two (2) equall SBS-AA SBS-AA OF -45.0
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener s ) a.ced center r:)]ws v APP-TA
primer Modifying Admixture Bonding Surface) HT P
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the min. 3-
structural Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 inch laps and 12-inch SBS-AA
LWC-103, concrete, SBS-TA (smooth) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet o at ‘t)wo (2) equall or SBS- SBS-TA -45.0
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener . ’ a.ced center rgws v TA
primer Modifying Admixture Bonding Surface) HT P
(24- ) F f (tear- BUR ti . .
CE-LCORE 2‘-‘ 09~06.O~2 o thi Celcore o(f)fr) rzo:ir(L‘\el\jzj Glas:]l:‘lS Icfr Tremco FM-90 9-inch o.c. at the min. 3- BP-CAL, SBS-
BP-CA4, ribbons | Min- 440 psi, Min. 2-inch thick, ) ) "R A inch laps and 12-inch BP-AA, | CA1, BP-AA,
LWC-104| Tectum Plank . Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet -45.0
9-inch o.c. - . o.c. at two (2) equally SBS-AA SBS-AA or
with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener d cent APP-TA
Modifying Admixture Bonding Surface) HT spaced center rows
CELCORE (24-0906.02): For reroof (tear- BURmastic -inch h _—
BP-CA4. ribbons Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 i]lcrr‘mcla os.ca;:; tlZe-ir:clr?. 3 SBS-AA
LWC-105| Tectum Plank 9-inch (; c Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet o.c. at Ft)wo (2) equall or SBS- SBS-TA -45.0
h with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener - d cent qually TA
Modifying Admixture Bonding Surface) HT spaced center rows
Min. 2,500 psi BP-CAG (full CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the min. 3-
structural Min. 440 psi, Min. 2-inch thick Celcore off), repair LWC Glass Ply or Tremco FM-90 X . BP-CA1, SBS-
coverage) or BP- ’ A \ N . inch laps and 7-inch o.c. | BP-AA,
LWC-106, concrete, CA4 (ribbons 12” Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at two (2) equall SBS-AA CA1, BP-AA or -67.5
TREMprime oc) with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced cent(lr ro\\//vs SBS-AA
WB Primer - Modifying Admixture Bonding Surface) HT P
Min. 2, i (24- ): F f - BUR i . .
in. 2,500 psi BP-CA®6 (full CELCORHI[24-0906.02); or reroo. (tear URmastic 7-inch o.c. at the min. 3-
structural coverage) or BP- Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 inch labs and 7-inch o.c SBS-AA
LWC-107{ concrete, CA4 (rilg)bons 127 Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet at tonZ) equall " | orSBS- SBS-TA -67.5
TREMprime oc) with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener cpaced centqer ro»\I/vs TA
WB Primer - Modifying Admixture Bonding Surface) HT P
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TABLE 4f: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE OR TECTUM DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SyYSTEM TYPE E-2: TEMPORARY ROOF TO DECK, LWC TO TEMPORARY ROOF, IMEECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck Vapor Barrier - 3 mMbDP
No. (Note 1) (Note 15) Type Sealer Surfacin Base asten Spacin, ase Cap PI sf
P “ e (Note 11) pacing Ply(s) PFlY
Min. 2,500 psi CELCORE (24-0906.02): For reroo?c (tear- BURmastic 7-inch o.c. at the min. 3- BP-CAL SBS.
structural Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 inch laps and 7-inch o.c BP-AA CcAL BP, AA
LWC-108, concrete, SBS-TA (smooth) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at twonZ) equall h SBS-AA SBS—’AA or ’ -67.5
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener N cent(lr ro‘\'NS APPTA
primer Modifying Admixture Bonding Surface) HT R
Min. 2,500 psi CELCORE (24-0906.02): For rer00.f (tear- BURmastic 7-inch o.c. at the min. 3-
structural Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 inch labs and 7-inch o.c SBS-AA
LWC-109, concrete, SBS-TA (smooth) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at two‘zz) equall " | orSBS- SBS-TA -67.5
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced cent(lr ro»\I/vs TA
primer Modifying Admixture Bonding Surface) HT P
w i Celcore Z(f)fr) rzogifr(ts\jg ZEI:TI?ISt:r Tremco FM-90 7-inch o.c. at the min. 3- BP-CAL, SBS-
BP-CA4, ribbons Min. 440 psi, Min. 2-inch thick, . ! p. y. inch laps and 7-inch o.c. | BP-AA, CA1, BP-AA,
LWC-110, Tectum Plank . Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet -67.5
9-inch o.c. - . at two (2) equally SBS-AA SBS-AA or
with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener APP-TA
Modifying Admixture Bonding Surface) HT spaced center rows
CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch h _—
Bp-CAG ribbons | Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 in'c'pfla °S°a:; gfn:;]”; z’ SBS-AA
LWC-111| Tectum Plank 9-inch (; c Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at two‘zz) equall " | orSBS- SBS-TA -67.5
o with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener quatly TA
Modifying Admixture Bonding Surface) HT spaced center rows
SEBS-APPLIED BASE PLY:
Min. 2,500 psi BP-CAG (full CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the min. 3-
structural Min. 440 psi, Min. 2-inch thick Celcore off), repair LWC Glass Ply or Tremco FM-90 X .
coverage) or BP- 4 ’ . . . inch laps and 12-inch BP-SEBS,
LWC-112 concrete, CA4 (ribbons 12” Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet o.c. at two (2) equall SBS-AA SBS-SEBS -45.0
TREMprime o0c) with Celcore HS Rheology Compound SBS (Sanded Composite Ply | Fastener . ) a.ced center rgws 4
WB Primer - Modifying Admixture Bonding Surface) HT P
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the min. 3-
structural Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 inch laps and 12-inch BP-SEBS
LWC-113) concrete, SBS-TA (smooth) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet o.c. at ‘t)wo (2) equall SBS-AA | SBS-SEBS -45.0
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener soaced center rc?ws 4
primer Modifying Admixture Bonding Surface) HT P
CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the min. 3-
BP-CA4. ribbons Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 inch laps and 12-inch BP-SEBS
LWC-114| Tectum Plank 9-inch ! Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet ttwo (2) I SBS-AA ’ | SBS-SEBS -45.0
-incgo-c. with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener 0.C. at two {2) equally )
Modifying Admixture Bonding Surface) HT spaced center rows
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NEmoO | etc.e
TABLE 4r: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE OR TECTUM DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SySTEM TYPE E-2: TEMPORARY ROOF TO DECK, LWC TO TEMPORARY ROOF, MEECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck Vapor Barrier o 3 MDP
No. (Note 1) (Note 15) Type Sealer Surfacin Base asten Spacin ase Cap PI sf
P “ ing (Note 11) pacing Ply(s) PFlY
Min. 2,500 psi (24- ) F f (tear- BUR ti X .
n pst BP-CAG (full CELCORE (24-0906.02): or reroo. (tear mastic 7-inch o.c. at the min. 3-
structural Min. 440 psi, Min. 2-inch thick Celcore off), repair LWC Glass Ply or Tremco FM-90 K X
coverage) or BP- 4 ’ . R . inch laps and 7-inch o.c. | BP-SEBS,
LWC-115 concrete, CA4 (ribbons 12” Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet at two (2) equall SBSAA SBS-SEBS -67.5
TREMprime oc) with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced Cent‘lr ro»\INs
WB Primer - Modifying Admixture Bonding Surface) HT P
Min. 2,500 psi CELCORE (24-0906.02): For reroo.f (tear- BURmastic 7-inch o.c. at the min. 3-
structural Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 inch labs and 7-inch o.c BP-SEBS
LWC-116/ concrete, SBS-TA (smooth) | Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at two‘zz) equall " SBS-AA ’ | SBS-SEBS -67.5
ASTM D41 with Celcore HS Rheology Compound SBS (Sanded Composite Ply | Fastener spaced cent(lr ro»\I/vs
primer Modifying Admixture Bonding Surface) HT P
CE-LCORE 2‘-‘_09-06.0? . Celcore E(f)fr) rzogifr(t\elsg ZE‘:?‘;‘IS“; Tremco FM-90 7-inch o.c. at the min. 3-
BP-CAA4, ribbons Min. 440 psi, Min. 2-inch thick, ) v inch laps and 7-inch o.c. | BP-SEBS,
LWC-117| Tectum Plank . Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet SBS-SEBS -67.5
9-inch o.c. - . at two (2) equally SBS-AA
with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener
Modifying Admixture Bonding Surface) HT spaced center rows

TABLE 4G: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTem Type F: LWC 10 DECK, BONDED ROOF COVER

System Lightweight Concrete (Note 14) Roof Cover (Note 15) MDP
Deck (Note 1) = P
No. Deck Treatment Type Sealer Surfacing Base Ply Ply Cap Ply (psf)
Min. 22 ga., type B, CELCORE (24-0906.02):
SGr::e;;(;ﬂste:(lj,dflieft (Optional) Celcore Min. 370 psi, Min. 2-inch thick, Celcore PVA | Celcore SBS (Sanded BP-CA4, ribbons 9-inch o.c. | (Optional) One or more BP- BP-CAL BP-CAG
LWC-118. vfeld’s 6 opc or min S-1 Deck Celcore MF Cellular Concrete Curing Bonding Surface) at 1 (laps sealed with Tremco CA1, BP-CA6, SBS-CAL1 or SBS—CAi or SBS—’CAG -60.0
2,5001psi st-rljctural ’ Preparation Slurry with Celcore HS Rheology Compound gal/sq. LF Adhesive) SBS-CA6
concrete Modifying Admixture
Min. 22 ga., type B, CELCORE (24-0906.02):
Grade 40 steel, 6 ft . . . . R . . .
span, 5/8” puddle (Optional) Celcore Min. 370 psi, Min. 2-inch thick, Celcore PVA | Celcore SBS (Sanded BP-CAA4, ribbons 9-inch o.c. (Optional) One or more BP-
LWC-119. erld’s & Opc or min S-1 Deck Celcore MF Cellular Concrete Curing Bonding Surface) at 1 (laps sealed with Tremco CAF; or SBS-CAS BP-CAS or SBS-CAS -60.0
2,5001psi st-rljctural ’ Preparation Slurry with Celcore HS Rheology Compound gal/sq. LF Adhesive)
concrete Modifying Admixture
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SySTEM TYPE F: VAPOR BARRIER TO DECK, LWC TO VAPOR BARRIER, BONDED ROOF COVER

TABLE 4H: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE OR TECTUM DECKS — NEW CONSTRUCTION

NEmoO | etc.e

Lightweight Concrete (Note 14) Roof Cover (Note 15)
System Deck Vapor Barrier Surt MDP
r
No. (Note 1) (Note 15) Tre‘;t:eent Type Sealer Surfacing Base Ply Ply Cap Ply (psf)*
Min. 2,500 psi BP-CAG (full CELCORE (24-0906.02):
structural c0\;era e)uor Bp- (Optional) Celcore | Min. 370 psi, Min. 2-inch thick, Celcore PVA | Celcore SBS BP.'CA4' ribbons | (Optional) One or BP-CA1, BP-
LWC-120. | concrete, cAd (ringbons 127 S-1 Deck Celcore MF Cellular Concrete Curing (Sanded Bonding 9-inch 0.C. (laps more BP-CA1, BP-CA6, | CA6, SBS-CAL -60.0
TREMprime 0.c) Preparation Slurry | with Celcore HS Rheology Compound Surface) at 1 gal/sq. ﬁ;’zxf” TremeoLF | 'SBS.CA1 or SBS-CAG or SBS-CA6
WB Primer - Modifying Admixture
CELCORE (24-0906.02):
. . . R T o . BP-CA4, ribbons i
Min. 2,500 psi BP-CAS or SBS- (Optional) Celcore | Min. 370 psi, Min. 2-inch thick, Celcore PVA Celcore SBS ) (Optional) One or BP-CAS or
LWC-121. | structural S-1 Deck Celcore MF Cellular Concrete Curing (Sanded Bonding 9-inch o.c. (iaps more BP-CAS5 or SBS- -60.0
CAS5 (smooth) . K sealed with Tremco LF SBS-CAS
concrete Preparation Slurry | with Celcore HS Rheology Compound Surface) at 1 gal/sq. Adhesive) CA5
Modifying Admixture
CELCORE (24-0906.02): )
BP-CA4. ribbons (Optional) Celcore | Min. 370 psi, Min. 2-inch thick, Celcore PVA | Celcore SBS BFT'CA‘L ribbons | (optional) One or BP-CA1, BP-
LWC-122. | Tectum Plank 9uinch c; c S-1 Deck Celcore MF Cellular Concrete Curing (Sanded Bonding 9-inch 0.C. (laps more BP-CA1, BP-CA6, | CA6, SBS-CAl -60.0
- Preparation Slurry | with Celcore HS Rheology Compound Surface) at 1 gal/sq. :Z‘ZZZ‘Z')M TremeotF | gBS.CA1 or SBS-CA6 or SBS-CA6
Modifying Admixture
CELCORE (24-0906.02): )
BP-CA4. ribbons (Optional) Celcore | Min. 370 psi, Min. 2-inch thick, Celcore PVA | Celcore SBS BFT'CA‘L ribbons | (optional) One or BP-CAS or
LWC-123. | Tectum Plank . ’ S-1 Deck Celcore MF Cellular Concrete Curing (Sanded Bonding 9-inch o.c. (laps more BP-CAS or SBS- -60.0
9-inch o.c. . K sealed with Tremco LF SBS-CA5
Preparation Slurry | with Celcore HS Rheology Compound Surface) at 1 gal/sq. Adhesive) CA5
Modifying Admixture
Min. 2,500 psi SBS-TA (smooth) CELCORE (24-0906.02): )
structural or POWERDI (Optional) Celcore | Min. 370 psi, Min. 2-inch thick, Celcore PVA | Celcore SBS BP'-CA4, ribbons | (optional) One or BP-CA1, BP-
LWC-124. | concrete, APP Base S?'l\e/et S-1 Deck Celcore MF Cellular Concrete Curing (Sanded Bonding 9-inch 0.C. (laps more BP-CA1, BP-CA6, | CA6, SBS-CA1 -60.0
ASTM D41 torch-applied ! Preparation Slurry | with Celcore HS Rheology Compound Surface) at 1 gal/sq. ;Z‘ZZ;‘Z')M TremeotF | gBS.CA1 or SBS-CA6 or SBS-CA6
primer PP Modifying Admixture
Min. 2,500 psi SBS-TA (smooth) CELCORE (24-0906.02): )
structural or POWERDI (Optional) Celcore | Min. 370 psi, Min. 2-inch thick, Celcore PVA | Celcore SBS BP'-CA4, ribbons | (optional) One or .
LWC-125. | concrete, Ply S-1 Deck Celcore MF Cellular Concrete Curing (Sanded Bonding 9-inch o.c. (laps more BP-CAS or SBS- -60.0
APP Base Sheet, . . sealed with Tremco LF SBS-CA5
ASTM D41 torch-applied Preparation Slurry | with Celcore HS Rheology Compound Surface) at 1 gal/sq. Adhesive) CA5
primer PP Modifying Admixture
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15
System Deck i Attach i L Attach (Note 15) MDP
ac ac
No. Note 1 sf)*
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Min. 2-inch Or.1e or more layers, min. 1-|r.1ch Tnsotgch G, LRFIA or Min. 0.25-inch DensD'eck Prime or LRFIA or (Optional) One BP-CAL or
CWF-1. Tectum | Plank; Trisotech, EnergyGuard Polyiso Insulation, H- LRFIA(BG) SECUROCK Gypsum-Fiber Roof LRFIA(BG) BP-CA1 or SBS-CA1 or more BP-CA1 SBS-CA1 -60.0
4 ft span Shield, ISOGARD GL, Multi-Max FA-3 Board or SBS-CA1
BURMASTIC ADHESIVE IMC APPLIED BASE PLY:
Min. 2-inch One or more layers, min. 1-inch Trisotech G, . . (Optional) One
CWEF-2. Tectum | Plank; Trisotech, EnergyGuard Polyiso Insulation, H- tgi::(oBrG) E?LZ'I'(;ECS):;ZZ;ECUROCK Gypsum- tii::(grc_;) BP-CA6 or SBS-CA6 or more BP-CA6 Eg;éfeor -82.5
4 ft span Shield, ISOGARD GL, Multi-Max FA-3 or SBS-CA6
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 2-inch One or more layers, min. 1-inch Trisotech G, . . (Optional) One
CWEF-3. Tectum | Plank; Trisotech, EnergyGuard Polyiso Insulation, H- tg:z:i(g;) E?LZ'r%(Z)i;I;ZZ;ECUROCK Gypsum- tﬁi:i(g;) BP-CA5 or SBS-CA5 or more BP-CA5 SBBP;_:?ASSW -82.5
4 ft span Shield, ISOGARD GL, Multi-Max FA-3 or SBS-CAS
HOT-ASPHALT-APPLIED BASE PLY:
Min. 0.125-inch TremBoard AC or
Min. 2-inch . . . . min. 0.25-inch DensDeck, DensDeck .
Min. 1.5-inch Trisotech G, Trisotech, LRFIA or 5 ! (Optional) BP- BP-AA or -75.0
CWEF-4. Tectum | Plank; . Prime, DEXcell FA Glass Mat Roof Hot asphalt | BP-AA, SBS-AA
4 ft span ISOGARD GL or Multi-Max FA3 LRFIA(BG) Board or SECUROCK Gypsum-Fiber AA or SBS-AA SBS-AA
Roof Board
Min. 0.125-inch TremBoard AC or
Min. 2-inch . . . . min. 0.25-inch DensDeck, DensDeck (Optional) One
Min. 1.5-inch T hG,T h LRF -75.0
CWF-5. | Tectum Plank; | | 5('3”6 ARSD”;L orr;\jlc;tlfifMg;( Fr:;tec s LRF:Q(‘;;) Prime, DEXcell FA Glass Mat Roof Hot asphalt | SBS-AA ormore SBS- | SBS-TA
4 ft span Board or SECUROCK Gypsum-Fiber AA, SBS-TA
Roof Board
. . Lo . (Optional) One BP-CA1, BP-
Min. Z-inch One or more layers, min. L-inch Trisotech G, | | gc\s o Min. 0.25-inch SECUROCK Gypsum- | LRFIA or ormore BP-AA, | AA, SBS-CAL,
CWF-6. Tectum | Plank; Trisotech, EnergyGuard Polyiso Insulation, H- LRFIA(BG) Fiber Roof Board LRFIA(BG) SBS-AA SBS-AA or APP- SBS-AA or -82.5
4 ft span Shield, ISOGARD GL, Multi-Max FA-3 TA APP-TA
Min. 2-inch One or more layers, min. 1-inch Trisotech G, . . (Optional) One
CWF-7. Tectum | Plank; | Trisotech, EnergyGuard Polyiso Insulation, H- tii:i(ng) IF\{Itl)n.r(;ZS;lgch rSdECUROCK Gypsum- tgi:i(ng) SBS-AA or more SBS-AA, | SBS-TA -82.5
4 ft span Shield, ISOGARD GL, Multi-Max FA-3 foer Roor Boa SBS-TA
SEBS-APPLIED BASE PLY:
Min. 0.125-inch TremBoard AC or
Min. 2-inch 4 . . . min. 0.25-inch DensDeck, DensDeck )
Min. 1.5-inch Trisotech G, Trisotech, LRFIA or R ! (Optional) BP-
CWF-8. Tectum | Plank; . Prime, DEXcell FA Glass Mat Roof Hot asphalt | BP-SEBS, SBS-SEBS SBS-SEBS -75.0
4 ft span ISOGARD GL or Multi-Max FA3 LRFIA(BG) Board or SECUROCK Gypsum-Fiber SEBS, SBS-SEBS
Roof Board
in. 2 0 I in. 1-inch Trisotech G BP-SEBS (except
Min. 2-inch ne or more 1ayers, min. L-Inch TNSOtECn S, 1 ) pea or Min. 0.25-inch SECUROCK Gypsum- | LRFIA or BURmastic Glass Py, (Optional) BP-
CWF-9. Tectum | Plank; Trisotech, EnergyGuard Polyiso Insulation, H- A ) SBS-SEBS -82.5
4f . . LRFIA(BG) Fiber Roof Board LRFIA(BG) BURmastic Glass Ply—281b | SEBS, SBS-SEBS
tspan Shield, ISOGARD GL, Multi-Max FA-3 or THERMglas), SBS-SEBS
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

G Deck Base Insulation Layer Top Insulation Layer Roof Cover (Note 15) MDP
No. (Note 1) Type N::?::'; s Type N::itsa:: s Base Ply Ply Cap Ply (psf)*
TORCH-APPLIED BASE PLY:
Min. 2-inch One or more layers, min. L-inch Trisotech G, | | o)p o Min. 0.25-inch SECUROCK Gypsum- | LRFIA or (Optional) SBS-
CWF-10. Tectum | Plank; Trisotech, EnergyGuard Polyiso Insulation, H- LRFIA(BG) Fiber Roof Board LRFIA(BG) SBS-TA TA SBS-TA -82.5
4 ft span Shield, ISOGARD GL, Multi-Max FA-3

TABLE 58: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Fast Barrier Attach Attach MDP
asten ac ac
No. (Note 1) Type Attach Type Type Base Pl Pl Cap Pl (psf)
U (Note 11) (Note 15) o (Notes 6,7,8) o (Notes 6,7,8) Y v Pl
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
BURmastic Tremco Twin §_mCh o.c. at4- (Optional) Min. ) ) (Optional)
. . . . inch laps and 12- . Min. 0.5-inch
Min. 2-inch Composite Ply Loc-Nail inch o.c. at four 1.5-inch LRFIA or DensDeck Prime or LRFIA or BP-CA1 or One or BP-CA1 or
CWEF-11. Tectum | Plank; HT, BURmastic Assembled - None Trisotech G, LRFIA(BG), 6- LRFIA(BG), 6- more BP- -60.0
. . (4), equally . . SECUROCK Gypsum- X SBS-CA1 SBS-CA1
4 ft span Composite Ply Fastener (min. spaced center Trisotech CGF or | incho.c. Fiber Roof Board inch o.c. CA1 or SBS-
Premium 1.8-inch embed) P Trisotech CA1
rows
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
6-inch o.c. at 4-
BURmastic Tremco Twin N (Optional) Min. . .
Min. 2-inch Composite Ply | Loc-Nail ::E: ';‘C’S:t”f‘ijf 1.5-inch LRFIA or '[‘)";:'ngd'("::‘ime o LRFIA or ep.cagor | (Optional gzsczé'sp
CWF-12. Tectum | Plank; HT, BURmastic Assembled - None Trisotech G, LRFIA(BG), 6- LRFIA(BG), 6- BP-CA6 or ! -75.0
) ) (4), equally . h SECUROCK Gypsum- h SBS-CA6 CA1 or SBS-
4 ft span Composite Ply Fastener (min. Trisotech CGF or | inch o.c. X inch o.c. SBS-CA6
R R spaced center . Fiber Roof Board CA6
Premium 1.8-inch embed) Trisotech
rows
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
BURmastic Tremco Twin T;_L;cg OS'CE;:; i_z_ (Optional) Min. Min. 0.5-inch
Min. 2-inch Composite Ply Loc-Nail . P (Optional) 1.5-inch LRFIA or - ->rine . LRFIA or (Optional)
. inch o.c. at four X DensDeck Prime or BP-CAS or BP-CAS or
CWEF-13. Tectum | Plank; HT, BURmastic Assembled BP-CAS5 or Trisotech G, LRFIA(BG), 6- LRFIA(BG), 6- BP-CAS or -75.0
) ) (4), equally . h SECUROCK Gypsum- h SBS-CA5 SBS-CAS
4 ft span Composite Ply Fastener (min. SBS-CAS Trisotech CGF or | incho.c. . inch o.c. SBS-CAS5
R R spaced center . Fiber Roof Board
Premium 1.8-inch embed) Trisotech
rows
HOT-ASPHALT-APPLIED BASE PLY:
BURmastic Tremco Twin |6n_lcl:1c|: OS'C‘_;‘:; ‘:11-2— (Optional) Min. Min. 0.5-inch
Min. 2-inch Composite Ply Loc-Nail inch o z at four 1.5-inch LRFIA or Den.sD.eck Prime or LRFIA or BP-AA. SBS- (Optional) BP-CA1, BP-
CWF-14. Tectum | Plank; HT, BURmastic Assembled - None Trisotech G, LRFIA(BG), 6- LRFIA(BG), 6- ’ BP-AA or AA, SBS-CA1 -75.0
. . (4), equally . . SECUROCK Gypsum- X AA
4 ft span Composite Ply Fastener (min. Trisotech CGF or | incho.c. | inch o.c. SBS-AA or SBS-AA
. R spaced center . Fiber Roof Board
Premium 1.8-inch embed) . < Trisotech
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NEmoO | etc.e
TABLE 58: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15)
System Deck = Barri L L MDP
asten arrier acl ac
No. (Note 1) T Attach T T Base P Pl Pl sf
ype (Note 11) ttac (Note 15) L (Notes 6,7,8) yPe (Notes 6,7,8) . v Cap Ply
Min. 0.125-inch
BURmastic Tremco Twin 6-inch o.c. at 4- . . . Tr'emBoarc'i - .
. . . (Optional) Min. 1.5-inch min. 0.25-inch (Optional)
R . Composite Ply Loc-Nail inch laps and 12- .
Min. 2-inch HT or Assembled inch o.c. at four BP-AA, Trisotech G, DensDeck, DensDeck BP-AA One or BP-CA1
CWF-15. Tectum | Plank; BURmastic Fastener (min (), e .u;—;\ll SBS-AA or Trisotech, Hot asphalt Prime, DEXcell FA Hot asphalt SBS»AA more BP- SBS»CA,l -60.0
4 ft span Composite PI 1.8-inch ’ s z;ceqd cer\:ter SBS-TA ISOGARD GL or Glass Mat Roof CAlor
P Vo P (smooth) | Multi-Max FA3 Board or SECUROCK SBS-CA1
Premium embed) rows .
Gypsum-Fiber Roof
Board
Min. 0.125-inch
BURmastic Tremco Twin 6-inch o.c. at 4- . . . Tr-emBoarz'i ACor
Composite Ply | Loc-Nail inch laps and 12- | (OPtional) | Min. 1.5-inch min. 0.2%Qgh
Min. 2-inch HT orp v Assembled inch O’Z at four BP-AA, Trisotech G, DensDeck, DensDeck BP-AA (Optional) BP-AA or
CWF-16. Tectum | Plank; BURmastic Fastener (min (a), e .u.all SBS-AA or Trisotech, Hot asphalt Prime, DEXcell FA Hot asphalt SBS-AA BP-AA or SBS-AA -75.0
4 ftspan commeteon | 1o ] ;;ceii ce:ter SBS-TA ISOGARD GL or Glass Mat Roof SBS-AA
P v ) P (smooth) Multi-Max FA3 Board or SECUROCK
Premium embed) rows .
Gypsum-Fiber Roof
Board
Min. 0.125-inch
BURmastic Tremco Twin 6-inch o.c. at 4- . . . Tr-emBoarthi ACor
Composite Pl Loc-Nail inch laps and 12- (Optional) Bin. 1.5-inch min. 0.25-inch (Optional)
Min. 2-inch HT of 4 Assembled inch 02 at four BP-AA, Trisotech G, DensDeck, DensDeck On‘:e or
CWF-17. Tectum | Plank; ) ) - SBS-AA or Trisotech, Hot asphalt Prime, DEXcell FA Hot asphalt SBS-AA SBS-TA -75.0
BURmastic Fastener (min. (4), equally more SBS-
4ftspan Composite Pl 1.8-inch spaced center B ISOGARQEESY Glass Mat Roof AA, SBS-TA
P L i (smooth) | Multi-Max FA3 Board or SECUROCK g
Premium embed) rows X
Gypsum-Fiber Roof
Board
SEBS-APPLIED BASE PLY:
BURmastic Tremco Twin |6n|cr;1°|2 W iz (Optional) Min. Min. 0.5-inch
Min. 2-inch Composite Ply Loc-Nail inch o 2 at four 1.5-inch LRFIA or Den.sD.eck Prime or LRFIA or BP-SEBS (Optional)
CWEF-18. Tectum | Plank; HT, BURmastic Assembled - None Trisotech G, LRFIA(BG), 6- LRFIA(BG), 6- . BP-SEBS, SBS-SEBS -75.0
. . (4), equally . . SECUROCK Gypsum- . SBS-SEBS
4 ft span Composite Ply Fastener (min. Trisotech CGF or inch o.c. . inch o.c. SBS-SEBS
. . spaced center . Fiber Roof Board
Premium 1.8-inch embed) Trisotech
rows
Min. 0.125-inch
B
BURmastic Tremco Twin 6-inch o.c. at 4- . . . Tr'em oarfi ACor
Composite PI Loc-Nail inch laps and 12- (Optional) Min. 1.5-inch min. 0.25-inch
Min. 2-inch HT of v Assembled inch oz at four BP-AA, Trisotech G, DensDeck, DensDeck BP-SEBS (Optional)
CWF-19. Tectum | Plank; BURmastic Eastener (i (@), e .u.aII SBS-AA or Trisotech, Hot asphalt Prime, DEXcell FA Hot asphalt SBS SEB’S BP-SEBS, SBS-SEBS -75.0
4 ft span oo | e ;ceqd ce:ter SBS-TA ISOGARD GL or Glass Mat Roof SBS-SEBS
P L P (smooth) | Multi-Max FA3 Board or SECUROCK
Premium embed) rows R
Gypsum-Fiber Roof
Board
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TABLE 58: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Fast Barri Attach Attach Mop
asten arrier ac acl
No. (Note 1) T Attach T T Base P Pl Pl (psf)
e (Note 11) ttac (Note 15) L (Notes 6,7,8) s (Notes 6,7,8) . v Cap Ply
TORCH-APPLIED BASE PLY:
BURmastic Tremco Twin I(:ICZCE 05'2:; i_} (Optional) Min. Min. 0.5sinch
Min. 2-inch Composite Ply Loc-Nail inch o z at four (Optional) 1.5-inch LRFIA or Den;D.(eck Brime or LRFIA or APP-TA (Optional) APP-TA
CWF-20. Tectum | Plank; HT, BURmastic Assembled - BP-CAS or Trisotech G, LRFIA(BG), 6- LRFIA(BG), 6- ’ APP-TA, ’ -75.0
. : (4), equally ) . SECUROCK Gypsum- . SBS-TA SBS-TA
4 ft span Composite Ply Fastener (min. SBS-CA5 Trisotech CGF or | inch o.c. , inch o.c. SBS-TA
. R spaced center . Fiber Roof Board
Premium 1.8-inch embed) Trisotech
rows
BURmas'tlc Tremcq Twin §-|nch o.c. at 4- (Optional) Min. 1.5-inch Min. O.25-|n<3h
Min. 2-inch Composite Ply Loc-Nail inch laps and 12- BP-AA Trisotech G DensDeck Prime, (Optional)
: HT or Assembled inch o.c. at four ! . ’ DEXcell FA Glass Mat APP-TA, p APP-TA,
CWF-21. Tectum | Plank; . . SBS-AA or Trisotech, Hot asphalt Hot asphalt APP-TA, -75.0
BURmastic Fastener (min. (4), equally Roof Board or SBS-TA SBS-TA
4 ft span R R SBS-TA ISOGARD GL or SBS-TA
Composite Ply 1.8-inch spaced center (smooth) Multi-Max FA3 SECUROCK Gypsum-
Premium embed) rows Fiber Roof Board
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TABLE 6A: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SySTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Deck Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System | (Note, Attach Attach (M D]P
No. ote T ac| T ac Sf)*
Note 12) s (Notes 6,7,8) EiS (Notes 6,7,8) Base Ply Ply Cap Ply
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
. . " . Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber .
61 EXIS:Lnri 'I’\'/Ir;gagcsh”(]:g]FT'rl'lrsizzgc]hGI LRFIA or Roof Board or min. 0.5-inch SECUROCK Cement Roof Board LRFIA or BP-CA1l or (Optlogsl)cgze OgBS BP-CA1 or SBS-CAL -60.0
: Eyp ’ ’ LRFIA(BG) or Structodek HD with Primed Red Coating or min. 7/16-inch | LRFIA(BG) SBS-CA1 e 5F-LAt orsts or :
deck ISOGARD CG CA1
DEXcell Cement Roof Board
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
L . . . Optional) One BP-CA1
Existing Min. 0.5-inch Trisotech G, ( BP-CA1, BP-CA6,
&2 gypsum Trisotech CGF, Trisotech, | -RFIAOF Min. 0.5-inch Structodek HD with Primed Red Coating pRFIA or . A6 or orSBS-CAloroneor | ¢oo -n1 or sps- -165.0
LRFIA(BG) LRFIA(BG) SBS-CA6 more BP-CA6 or SBS-
deck ISOGARD CG CAG CA6
Existing Min. 0.5-inch Trisotech G, ) ) . : (Optional) One or
G3. gypsum Trisotech CGF, Trisotech, tﬁi:i(gg) l';/lolzf (;.OZ:r-l;nch DensDeck Prime or SECUROCK Gypsum-Fiber tEE:ﬁ(ng) SB;;(_:?:;r more BP-CAG or SBS- BP-CAG or SBS-CA6 | -202.5
deck ISOGARD CG CA6
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Existing Min. 0.5-inch Trisotech G, (Optional) One or
G-4. gypsum Trisotech CGF, Trisotech, tgi:i(g;) Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board tgi:ﬁ(gre) g;:é:sm more BP-CAS or SBS- | BP-CAS or SBS-CAS | -157.5
deck ISOGARD CG CA5
Existing Min. 0.5-inch Trisotech G, (Optional) One or
LRFIA LRFIA E
G-5. gypsum Trisotech CGF, Trisotech, LRFIA(CI;rG) Min. 0.5-inch Structodek HD with Primed Red Coating LRFIA(CI;rG) EBPS?QASSW more BP-CA5 or SBS- BP-CAS or SBS-CA5 | -165.0
deck ISOGARD CG CA5
Existing Min. 0.5-inch Trisotech G, (Optional) One or
G6. gypsum Trisotech CGF, Trisotech, tgi:ﬁ(‘;r(;) Min. 0.25-inch DensDeck Prime tﬁi:ﬁ(gr(;) SBg:é\As;’r more BP-CA5 or SBS- | BP-CAS or SBS-CAS | -202.5
deck ISOGARD CG CA5
HOT-ASPHALT-APPLIED BASE PLY:*
- . r . (Optional) One BP-
G-7 EXIS:Lnni "I\'/ll';:t.)toe.cshlr(lchhFT'rl'l:iztoiZEhG, P Min. 0.5-inch Structodek HD with Primed Red Coatin LRFIA or BP-AA, SBS- CAl or SBS-CALorone | BP-CAL SBS-CAL -165.0
: (gjypk SOGARD (@ " | LRFIA(BG) o & LRFIA(BG) AA or more BP-AA, SBS- | BP-AA or SBS-AA :
ec AA or APP-TA
Existing Min. 0.5-inch Trisotech G Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board or min. (Optional) One BP- BP-CA1, SBS-CAL
) A ! LRFIA or ) . . LRFIA or BP-AA, SBS- CA1 or SBS-CA1 or one " !
G-8. gypsum Trisotech CGF, Trisotech, LRFIA(BG) 0.5-inch SECUROCK Cement Roof Board or min. 7/16-inch LRFIA(BG) AA or more BP-AA. SBS- BP-AA, SBS-AA or -180.0
deck ISOGARD CG DEXcell Cement Roof Board i APP-TA
AA or APP-TA
Existing Min. 0.5-inch Trisotech G, .
L L
G-9. gypsum Trisotech CGF, Trisotech, LEIE:Q(EG) Min. 0.5-inch Structodek HD with Primed Red Coating Lii:ﬁ(g;) SBS-AA fw?:':c;gasl—)AoAljeSg;—TA SBS-TA -165.0
deck ISOGARD CG
Existing Min. 0.5-inch Trisotech G, Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board or min. .
LRFIA LRFIA Opt I)o
G-10. gypsum Trisotech CGF, Trisotech, LRFIA(ng) 0.5-inch SECUROCK Cement Roof Board or min. 7/16-inch LRFIA(ng) SBS-AA fnopr;osr;_)AAnZ;;_TA SBS-TA -180.0
deck ISOGARD CG DEXcell Cement Roof Board !
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TABLE 6A: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)
SySTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Deck Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System | vote1, Attach Attach wmDe
No. ote T ac T ac (psf)*
Note 12) s (Notes 6,7,8) EiS (Notes 6,7,8) Base Ply Ply Cap Ply
SEBS-APPLIED BASE PLY:
Existing Min. 0.5-inch Trisotech G, .
G-11. gypsum Trisotech CGF, Trisotech, ::EE:Q(‘;;) Min. 0.5-inch Structodek HD with Primed Red Coating ::EE:Q (‘;E;) 5::’5? ;s (Scégt's‘?g) BP-SEBS, | sBs-ses -165.0
deck ISOGARD CG
Existing Min. 0.5-inch Trisotech G, Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber .
G-12. gypsum Trisotech CGF, Trisotech, tgi::(ng) Roof Board or 0.5-inch SECUROCK Cement Roof Board or tgi::(:;) EBP;SISEE;S (5?32“5?:335” BP-SEBS, SBS-SEBS -202.5
deck ISOGARD CG min. 7/16-inch DEXcell Cement Roof Board i i
TORCH-APPLIED BASE PLY:
Existing Min. 0.5-inch Trisotech G, .
G-13. gypsum Trisotech CGF, Trisotech, tgi:i(g;) Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board tEE:Q(EFG) ?APP'TA' SBS- (ngf'TTa” APP-TA, APP-TA, SBS-TA -180.0
deck ISOGARD CG
Existing Min. 0.5-inch Trisotech G, . . ) )
. R LRFIA or Min. 0.5-inch SECUROCK Cement Roof Board or min. 7/16- LRFIA or APP-TA, SBS- (Optional) APP-TA,
G-14. i‘é’zium Egg;e;; EgF Trisotech, | | prIn(BG) inch DEXcell Cement Roof Board LRFIA(BG) A SBS-TA APP-TA, SBS-TA 2025
TABLE 68: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)
SysTEM TYPE A-1A: BONDED TEMPORARY ROOF, BONDED INSULATION, BONDED ROOF COVER
Deck Vapor Base Insulation Top Insulation Roof Cover (Note 15)
System I Barrier Attach Attach ng D[P
ote ac ac
No. — B sf)*
Note 12) (Note 15) Type (Notes 6,7,8) Type (Notes 6,7,8) ase Ply Ply Cap Ply
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Min. 0.25-inch DensDeck Prime or
Existin SECUROCK Gypsum-Fiber Roof Board (Optional) One o
615 e | eecas Min. 0.5-inch Trisotech G, Trisotech CGF, | LRFIAor | or min. 0.5-inch SECUROCK Cement LRFIA or BP-CALor | PO e O e, | BP-CALOr 0.0
I L Trisotech, ISOGARD CG LRFIA(BG) | Roof Board or Structodek HD with LRFIA(BG) | SBS-CAL or SBS-CA1 :
deck R R X . CAl
Primed Red Coating or min. 7/16-inch
DEXcell Cement Roof Board
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
- (Optional) One BP-
Exist - -
16 e | apcas Min. 0.5-inch Trisotech G, Trisotech CGF, | LRFIA or Min. 0.5-inch Structodek HD with LRFIA or BP-CA6or | CAL or SBS-CAL or 22 GC’;;'S?EA I
N Trisotech, ISOGARD CG LRFIA(BG) | Primed Red Coating LRFIA(BG) | SBS-CA6 | one or more BP-CA6 , :
deck or SBS-CA6
or SBS-CA6
Existing . . ) . . . . (Optional) One or
G-17 sum BP-CAG Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or Min. 0.25-inch DensDeck Prime or LRFIA or BP-CA6 or more BP-CAG or SBS BP-CA6 or 1825
’ i\égk Trisotech, ISOGARD CG LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) SBS-CA6 CAG SBS-CA6 ’
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
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TABLE 68: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)
SysTEM TYPE A-1A: BONDED TEMPORARY ROOF, BONDED INSULATION, BONDED ROOF COVER

System Deck Vapor Base Insulation Top Insulation Roof Cover (Note 15) VDP
(Note 1, Barrier Attach Attach
No. T T Base Pl Pl PI (psf)*
Note 12) (Note 15) L (Notes 6,7,8) L (Notes 6,7,8) A & Cap Ply
618 EX'S::J”ng] Eg;@:sor Min. 0.5-inch Trisotech G, Trisotech CGF, | LRFIA or Min. 0.5-inch Structodek HD with LRFIA or BP-CAS or ig”:';gs[’cige °£BS_ BP-CAS or 1650
L Trisotech, ISOGARD CG LRFIA(BG) | Primed Red Coating LRFIA(BG) | SBS-CAS p or $BS-CAS :
deck (smooth) CA5
Min. 1-inch Trisotech G, Trisotech CGF,
- Trisotech, EnergyGuard Polyiso Insulation, .
619 EX'S:L”ri SBE;Q:SW H-Shield, ISOGARD GL, Multi-Max FA-3, LRFIA or Min. 0.625-inch SECUROCK Gypsum- LRFIA or BP-CAS or (Opt'°;§')c?\ge °;BS BP-CAS or 195.0
| cYP ISOGARD CG, UltraMax or Styrofoam LRFIA(BG) | Fiber Roof Board LRFIA(BG) | SBS-cAs | MOreBP-CASOrSBS- 1 qps cas :
deck (smooth) . CAS
Brand Roofmate, Highload 60 or
Plazamate
Existing BP-CAS or . . . . (Optional) One or
Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or . . y LRFIA or BP-CAS or BP-CAS5 or
G20 | gypsum | SBSCAS | picitech, ISOGARD CG LRFIA(BG) | M- 0-25-inch DensDeck Prime LRFIA(BG) | SBs-cAs | MOreBPCASOrSES- | qp cas 2623
deck (smooth) CA5
HOT-ASPHALT-APPLIED BASE PLY:
Existin (Optional) One BP- BP-CA1, SBS-
G-21 surrg1 BP-CAG Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or Min. 0.5-inch Structodek HD with LRFIA or BP-AA, CA1 or SBS-CA1 or CA1, BP-AA, 165.0
’ iZZk Trisotech, ISOGARD CG LRFIA(BG) Primed Red Coating LRFIA(BG) SBS-AA one or more BP-AA, | SBS-AAor '
SBS-AA or APP-TA APP-TA
Existin Min. 0.25-inch SECUROCK Gypsum- (Optional) One BP- BP-CA1, SBS-
622 suni BP-CA6 Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or Fiber Roof Board or min. 0.5-inch LRFIA or BP-AA, CA1 or SBS-CA1 or CA1, BP-AA, -180.0
: i‘;‘c’k Trisotech, ISOGARD CG LRFIA(BG) | SECUROCK Cement Roof Board or min. | LRFIA(BG) | SBS-AA one or more BP-AA, | SBS-AA or :
7/16-inch DEXcell Cement Roof Board SBS-AA or APP-TA APP-TA
Existing ) . ) . ) . . (Optional) One or
Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or Min. 0.5-inch Structodek HD with LRFIA or
G-23. (gj‘;‘c’i”m BP-CAG Trisotech, ISOGARD CG LRFIA(BG) | Primed Red Coating LRFIA(BG) | SBOAA ?A" re SBS-AA, SBS- | SBSTA -165.0
Existing Min. 0.25-inch SECUROCK Gypsum- (Optional) One or
Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or Fiber Roof Board or min. 0.5-inch LRFIA or
G-24. (gj‘;‘c’i”m BP-CAG Trisotech, ISOGARD CG LRFIA(BG) | SECUROCK Cement Roof Board or min. | LRFIABBG) | S0 AA ?A"re SBS-AA, SBS- | SBSTA -1800
7/16-inch DEXcell Cement Roof Board
SEBS-APPLIED BASE PLy:
Existing . . . . . . 5 .
Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or Min. 0.5-inch Structodek HD with LRFIA or BP-SEBS, (Optional) BP-SEBS,
62> Evpsum | B cae Trisotech, ISOGARD CG LRFIA(BG) | Primed Red Coating LRFIA(BG) | SBS-SEBS | SBS-SEBS SBS-5EBS 1650
Min. 0.25-inch DensDeck Prime or
626 EX'S:L”ri BpCAG Min. 0.5-inch Trisotech G, Trisotech CGF, | LRFIA or (S)E%Uﬁﬁi,f gg ES%ECFK""CZ::E: igz;d LRFIA or BP-SEBS, | (Optional) BP-SEBS, | (oo oo 1825
- B Trisotech, ISOGARD CG LRFIA(BG) ' _ . LRFIA(BG) | SBS-SEBS | SBS-SEBS :
deck Board or min. 7/16-inch DEXcell
Cement Roof Board
TORCH-APPLIED BASE PLY:
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TABLE 68: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)
SysTEM TYPE A-1A: BONDED TEMPORARY ROOF, BONDED INSULATION, BONDED ROOF COVER

Deck Vapor Base Insulation Top Insulation Roof Cover (Note 15)
System (Note1 Barrier e e MDP
No. ol Type ac Type ac Base Pl Pl Cap Pl (psf)*
Note 12) (Note 15) ke (Notes 6,7,8) e (Notes 6,7,8) & y Pl
Existin . . . . . . .
627 surrg1 BP-CAG Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or Min. 0.25-inch SECUROCK Gypsum- LRFIA or APP-TA, (Optional) APP-TA, APP-TA, SBS- 180.0
’ izzk Trisotech, ISOGARD CG LRFIA(BG) Fiber Roof Board LRFIA(BG) SBS-TA SBS-TA TA '
Existin ) . . . Min. 0.5-inch SECUROCK Cement Roof .
628 sung1 BP-CA6 Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or Board or min. 7/16-inch DEXcell LRFIA or APP-TA, (Optional) APP-TA, APP-TA, SBS- 182.5
’ gyp Trisotech, ISOGARD CG LRFIA(BG) ’ LRFIA(BG) SBS-TA SBS-TA TA '
deck Cement Roof Board
TABLE 6¢: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)
SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER
Anchor Sheet Primer or Base Insulation Top Insulation Roof Cover (Note 15)
Syste Deck e Vapor o J— MDP
asten q ac| ac|
mNo. | (Note1) Type Attach Barrier Type Type Base Pl Pl Cap Pl (psf)
P (Note 11) (Note 15) L (Notes 6,7,8) s (Notes 6,7,8) v v RERY
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
BURmastic Glass Min. 1.5-inch Trisotech G, ) .
Ply, BURmastic . ) Trisotech CGF, EnergyGuard Min. 0.25—|n<?h
. 9-inch o.c. at 4-inch . . . DensDeck Prime or
Existin Glass Ply — 28 Ib, Tremco Twin Loc- lap and 18-inch o.c Polyiso Insulation, Trisotech, SECUROCK Gypsum- (Optional)
629 ¢ | BURmastic Nail Assembled o an (2), equally | TREMprime | H-Shield, ISOGARD GL, Multi- | LRFIA or Cibor Roof Bam o | LRFIA oF Bp-cALor | PO | BP-cALor |
L Composite Ply HT, | Fastener (MCRF > ) €AUATY | \WB primer | Max FA3, ISOGARD CG, LRFIA(BG) X ) LRFIA(BG) SBS-CAL SBS-CAL ’
deck R spaced, staggered Min. 0.5-inch SBS-CA1
BURmastic 90 Ibf) UltraMax or Styrofoam .
R center rows . Structodek HD with
Composite Ply Brand Roofmate, Highload . .
R Primed Red Coating
Premium 60 or Plazamate
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
BURmastic Glass Min. 1.5-inch Trisotech G, Min. 0.25-inch
Ply, BURmastic . 9-inch o.c. at 4-inch Tnsqtech CGF,‘EnergyGuard DensDeck Prime or (Optional) BP-CA1,
Existin Glass Ply — 28 Ib, Tremco Twin Loc- ap and 18-inch o.c Polyiso Insulation, Trisotech, SECUROCK Gypsum- BP-CA1, BP-CAG
.30 Suri BURmastic Nail Assembled at”two (2), eaually | TREMprime | H-Shield, ISOGARD GL, Multi- | LRFIA or Fiber Root Bg:rd | weAor BP-CAGOr | BP-CAG, | oo 4s.0r
: syp Composite Ply HT, | Fastener (MCRF > » equatly WB primer | Max FA3, ISOGARD CG, LRFIA(BG) ; ’ LRFIA(BG) SBS-CA6 SBS-CA1 :
deck R spaced, staggered Min. 0.5-inch or SBS-
BURmastic 90 Ibf) UltraMax or Styrofoam . or SBS-
. center rows X Structodek HD with CA6
Composite Ply Brand Roofmate, Highload . X CA6
R Primed Red Coating
Premium 60 or Plazamate
BURmastic . 6-inch o.c. at 4-inch . .
Existing Composite Ply HT, Tre_mco [win LocS laps and 12-inch (Optional) Min. 1.5-inch LRFIA or Min. O.S—lnch LRFIA or (Optional)
R Nail Assembled . . DensDeck Prime or BP-CA6 or BP-CA6 or
G-31. gypsum BURmastic o.c. at four (4), None Trisotech G, Trisotech CGF or LRFIA(BG), 6- LRFIA(BG), 6- BP-CA6 or -75.0
. Fastener (MCRF > N . SECUROCK Gypsum- . SBS-CA6 SBS-CA6
deck Composite Ply equally spaced Trisotech inch o.c. . inch o.c. SBS-CA6
. 67 Ibf) Fiber Roof Board
Premium center rows
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
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TABLE 6¢: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Primer or Base Insulation Top Insulation Roof Cover (Note 15)
Syste Deck - Vapor - o MDP
asten q ac| ac|
mNo. | (Note1l) Type Attach Barrier Type Type Base Ply Ply Cap Ply (psf)
(Note 11) (Note 15) (Notes 6,7,8) (Notes 6,7,8)
BURmastic Glass Min. 1.5-inch Trisotech G, Min. 0.25-inch
Ply, BURmastic . . Trisotech CGF, EnergyGuard . :
. 9-inch o.c. at 4-inch . . . DensDeck Prime or
Existin Glass Ply— 28 Ib, Tremco Twin Loc- lap and 18-inch o.c Polyiso Insulation, Trisotech, SECUROCK Gypsum- (Optional)
o3 "€ | BURmastic Nail Assembled e (2), equally | TREMprime | H-Shield, ISOGARD GL, Multi- | LRFIA or Eiber Roof Bamrd o | LRFIAOF Bp-cAsor | PR | BR-cASOr |
S L Composite Ply HT, | Fastener (MCRF > ) €AUATY | \WB primer | Max FA3, ISOGARD CG, LRFIA(BG) X ‘ LRFIA(BG) SBS-CAS SBS-CAS :
deck R spaced, staggered Min. 0.5-inch SBS-CAS5
BURmastic 90 Ibf) UltraMax or Styrofoam .
) center rows . Structodek HD with
Composite Ply Brand Roofmate, Highload . .
R Primed Red Coating
Premium 60 or Plazamate
BURmastic Tremeo Twin Loc- 9-inch o.c. at 4-inch Polyiso Insula'éion Tgrglsotech DensDeck Prime or
.33 EX'S:L"ng] gzm‘;’;‘z PIYHT, | \ail Assembled :'tpt:v';d(zlf':zhaﬁ‘c‘ BP-CASor | H-Shield, ISOGARD GL, Multi- | LRFIA or iftfel:iggfsg:;”g LRFIA or BP-CAS or é?fé';’;i'g BP-CASOr |,
©o| 8P ! Fastener (MCRF > s equaly | sps.cas Max FA3, ISOGARD CG, LRFIA(BG) ° ) LRFIA(BG) SBS-CAS SBS-CAS :
deck Composite Ply spaced, staggered Min. 0.5-inch SBS-CA5
R 90 Ibf) UltraMax or Styrofoam .
Premium center rows . Structodek HD with
Brand Roofmate, Highload . .
Primed Red Coating
60 or Plazamate
BURmastic Tremeo Twin Loc- 6-inch o.c. at 4-inch Min. 0.5-inch
Existing Composite Ply HT, . laps and 12-inch (Optional) (Optional) Min. 1.5-inch LRFIA or o . LRFIA or (Optional)
R Nail Assembled . . DensDeck Prime or BP-CA5 or BP-CAS or
G-34. gypsum BURmastic o.c. at four (4), BP-CAS or Trisotech G, Trisotech CGF or LRFIA(BG), 6- LRFIA(BG), 6- BP-CAS or -75.0
R Fastener (MCRF > . 4 SECUROCK Gypsum- . SBS-CAS SBS-CAS
deck Composite Ply equally spaced SBS-CAS Trisotech inch o.c. . inch o.c. SBS-CAS
K 67 Ibf) Fiber Roof Board
Premium center rows
HOT-ASPHALT-APPLIED BASE PLY:
BURmastic Glass Min. 1.5-inch Trisotech G, Min. 0.25-inch
Ply, BURmastic . 9-inch o.c. at 4-inch T”S?tECh CGF,AEnergyGuard DensDeck Prime or (Optional) BP-CA1,
Existin Glass Ply— 28 Ib, Tremco Twin Loc- ap and 18-inch o.c Polyiso Insulation, Trisotech, SECUROCK Gypsum- BP-CA1, BP-AA
635 e | BURmastic Nail Assembled e (2), equally | TREMprime | H-Shield, ISOGARD GL, Multi- | LRFIA or eiber Roof Barg o | LRFIAOF BP-AA, BP-AA, oBSCAL 450t
L Composite Ply HT, | Fastener (MCRF > ) €AUTY | \WB primer | Max FA3, ISOGARD CG, LRFIA(BG) X ) LRFIA(BG) SBS-AA SBS-CAL, ’ ’
deck R spaced, staggered Min. 0.5-inch SBS-AA or
BURmastic 90 Ibf) UltraMax or Styrofoam . SBS-AA or
R center rows . Structodek HD with APP-TA
Composite Ply Brand Roofmate, Highload . . APP-TA
R Primed Red Coating
Premium 60 or Plazamate
BURmastic . 6-inch o.c. at 4-inch . .
Existing | Composite Ply HT, | [emee Twinloc= | and 12-inch (Optional) Min. 1.5-inch LRFIA or Min. 0.5-inch LRFIA or (Optional) | BPCAL
R Nail Assembled . . DensDeck Prime or BP-AA, BP-AA,
G-36. gypsum BURmastic o.c. at four (4), None Trisotech G, Trisotech CGF or LRFIA(BG), 6- LRFIA(BG), 6- BP-AA or -75.0
deck Composite Pl FasteleptMeR gy equally spaced Trisotech inch o.c SECUROCK Gypsum- inch o.c SBS-AA SBS-AA SBS-CAL
P v 67 Ibf) quatly sp “ Fiber Roof Board © or SBS-AA
Premium center rows
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TABLE 6¢c: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Anchor Sheet Primer or Base Insulation Top Insulation Roof Cover (Note 15)
Syste Deck - Vapor - o MDP
asten q ac| ac|
mNo. | (Notel) Type Attach Barrier Type Type Base Ply Ply Cap Ply (psf)
(Note 11) (Note 15) (Notes 6,7,8) (Notes 6,7,8)
Min. 0.125-inch
TremBoard AC or
BURmastic Glass min. 0.25-inch
Zléls?lérria;;ITb Tremco Twin Loc- 9-inch o.c. at 4-inch (Optional) E::::e;g(?;rii‘xk
Existing y' ’ . lap and 18-inch o.c. BP-AA, SBS- | Min. 1.5-inch Trisotech G, ’ (Optional)
BURmastic Nail Assembled . Glass Mat Roof BP-AA, BP-AA or
G-37. gypsum . at two (2), equally AA or SBS- Trisotech, ISOGARD GL or Hot asphalt Hot asphalt BP-AA or -45,0*
Composite Ply HT Fastener (MCRF > X Board or SECUROCK SBS-AA SBS-AA
deck . spaced, staggered TA Multi-Max FA3 . SBS-AA
or BURmastic 90 Ibf) center rows (smooth) Gypsum-Fiber Roof
Composite Ply Board or min. 0.5-
Premium inch Structodek HD
with Primed Red
Coating
Min. 0.125-inch
TremBoard AC or
BURmastic . 6-inch o.c. at 4-inch (Optional) min. 0.25-inch
- R Tremco Twin Loc- X . . . .
Existing Composite Ply HT Nail Assembled laps and 12-inch BP-AA, SBS- Min. 1.5-inch Trisotech G, DensDeck, DensDeck BP-AA (Optional) BP-AA or
G-38. gypsum or BURmastic Fastener (MCRF > o.c. at four (4), AA or SBS- Trisotech, ISOGARD GL or Hot asphalt Prime, DEXcell FA Hot asphalt SBS—A/:\ BP-AA or SBS-AA -75.0
deck Composite Ply 67 Ibf) equally spaced TA Multi-Max FA3 Glass Mat Roof SBS-AA
Premium center rows (smooth) Board or SECUROCK
Gypsum-Fiber Roof
Board
Min. 0.125-inch
TremBoard AC or
BURmastic Trufast Versa 6-inch o.c. at 4-inch | (Optional) min. 0.25-inch
Existing Composite Ply HT Fastener & Plate; 2 laps and 12-inch BP-AA, SBS- | Min. 1.5-inch Trisotech G, DensDeck, DensDeck (Optional)
. screws per plate . . BP-AA, BP-AA or
G-39. gypsum or BURmastic - o o.c. at four (4), AA or SBS- Trisotech, ISOGARD GL or Hot asphalt Prime, DEXcell FA Hot asphalt BP-AA or -75.0
. installed 180° into . SBS-AA SBS-AA
deck Composite Ply the holes of the plate | €qually spaced TA Multi-Max FA3 Glass Mat Roof SBS-AA
Premium (MCRF > 67 Ibf) center rows (smooth) Board or SECUROCK
Gypsum-Fiber Roof
Board
BURmastic Gl'ass M!n. 1.5-inch Trisotech G, Min. 0.25-inch
Ply, BURmastic . . Trisotech CGF, EnergyGuard . .
. 9-inch o.c. at 4-inch . . ; DensDeck Prime or (Optional)
Existin Glass Ply— 28 Ib, Tremco Twin Loc- lap and 18-inch o.c Polyiso Insulation, Trisotech, SECUROCK Gypsum- One or
6-40 suni BURmastic Nail Assembled atptwo Q) e uaII- ! TREMprime H-Shield, ISOGARD GL, Multi- LRFIA or Fiber Roof Bge:)rd or LRFIA or SBS-AA more SBS- SBS-TA _45.0*
L Composite Ply HT, | Fastener (MCRF > - €QUaTY | \WB primer | Max FA3, ISOGARD CG, LRFIA(BG) X ) LRFIA(BG) :
deck R spaced, staggered Min. 0.5-inch AA, SBS-
BURmastic 90 Ibf) UltraMax or Styrofoam .
R center rows . Structodek HD with TA
Composite Ply Brand Roofmate, Highload . .
R Primed Red Coating
Premium 60 or Plazamate
BURmastic . 6-inch o.c. at 4-inch . . (Optional)
Existing Composite Ply HT, L;eir\:;;vr\:g;:;c— laps and 12-inch (Optional) Min. 1.5-inch LRFIA or g;:;gjc_lln::me or LRFIA or One or
G-41. gypsum BURmastic o.c. at four (4), None Trisotech G, Trisotech CGF or LRFIA(BG), 6- LRFIA(BG), 6- SBS-AA more SBS- | SBS-TA -75.0
R Fastener (MCRF > . . SECUROCK Gypsum- .
deck Composite Ply equally spaced Trisotech inch o.c. . inch o.c. AA, SBS-
. 67 Ibf) Fiber Roof Board
Premium center rows TA
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TABLE 6¢c: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Primer or Base Insulation Top Insulation Roof Cover (Note 15)
Syste Deck - Vapor - o MDP
asten q ac| ac|
mNo. | (Note1l) Type Attach Barrier Type Type Base Ply Ply Cap Ply (psf)
(Note 11) (Note 15) (Notes 6,7,8) (Notes 6,7,8)
Min. 0.125-inch
TremBoard AC or
BURmastic Glass min. 0.25-inch
PIy, BURmastic . 9-inch o.c. at 4-inch (Optional) DgnsDeck, DensDeek (Optional)
- Glass Ply — 28 b, Tremco Twin Loc- . . . . Prime, DEXcell FA
Existing BURmastic Nail Assembled lap and 18-inch o.c. BP-AA, SBS- Min. 1.5-inch Trisotech G, Glass Mat Roof One or
G-42. gypsum . at two (2), equally AA or SBS- Trisotech, ISOGARD GL or Hot asphalt Hot asphalt SBS-AA more SBS- | SBS-TA -45,0*
Composite Ply HT Fastener (MCRF > i Board or SECUROCK
deck . spaced, staggered TA Multi-Max FA3 . AA, SBS-
or BURmastic 90 Ibf) center rows (smooth) Gypsum-Fiber Roof TA
Composite Ply Board or min. 0.5-
Premium inch Structodek HD
with Primed Red
Coating
Min. 0.125-inch
TremBoard AC or
BURmastic . 6-inch o.c. at 4-inch (Optional) min. 0.25-inch (Optional)
- R Tremco Twin Loc- X . . .
Existing Composite Ply HT Nail Assembled laps and 12-inch BP-AA, SBS- Min. 1.5-inch Trisotech G, DensDeck, DensDeck One or
G-43. gypsum or BURmastic Fastener (MCRF > o.c. at four (4), AA or SBS- Trisotech, ISOGARD GL or Hot asphalt Prime, DEXcell FA Hot asphalt SBS-AA more SBS- | SBS-TA -75.0
deck Composite Ply 67 Ibf) equally spaced TA Multi-Max FA3 Glass Mat Roof AA, SBS-
Premium center rows (smooth) Board or SECUROCK TA
Gypsum-Fiber Roof
Board
Min. 0.125-inch
TremBoard AC or
BURmastic Trufast Versa 6-inch o.c. at 4-inch | (Optional) min. 0.25-inch (Optional)
Existing Composite Ply HT Fastener & Pllate‘ 2 laps and 12-inch BP-AA, SBS- | Min. 1.5-inch Trisotech G, DensDeck, DensDeck One or
G-44. gypsum | or BURmastic frf:te;’;’lse gel;‘éaf:m o.c. at four (4), AAor SBS- | Trisotech, ISOGARD GL or Hot asphalt Prime, DEXcell FA Hot asphalt SBS-AA more SBS- | SBS-TA -75.0
deck Composite Ply the holes of the plate | €qually spaced TA Multi-Max FA3 Glass Mat Roof AA, SBS-
Premium (MCRF > 67 Ibf) center rows (smooth) Board or SECUROCK TA
Gypsum-Fiber Roof
Board
SEBS-APPLIED BASE PLY:
BURmastic Glass Min. 1.5-inch Trisotech G, Min. 0.25-inch
Ply, BURmastic : ) Trisotech CGF, EnergyGuard o :
. 9-inch o.c. at 4-inch . . . DensDeck Prime or
Existin Glass Ply — 28 Ib, Tremco Twin Loc- lap and 18-inch o.c Polyiso Insulation, Trisotech, SECUROCK Gypsum- (Optional)
.45 suri BURmastic Nail Assembled at”two (2), oqually | TREMprime | H-Shield, ISOGARD GL, Multi- | LRFIA or Hiber Root Bg:rd | weAor BP-SEBS, BP‘_’SEBS SBS.SEBS 4s.0*
N L Composite Ply HT, | Fastener (MCRF > ) €QUATY |\ primer | Max FA3, ISOGARD CG, LRFIA(BG) X ) LRFIA(BG) SBS-SEBS ’ :
deck R spaced, staggered Min. 0.5-inch SBS-SEBS
BURmastic 90 Ibf) UltraMax or Styrofoam .
R center rows X Structodek HD with
Composite Ply Brand Roofmate, Highload . .
R Primed Red Coating
Premium 60 or Plazamate
BURmastic . 6-inch o.c. at 4-inch . .
Existing Composite Ply HT, ‘I’\"Zai:'n/-\c;;rn\:/:ar:::c— laps and 12-inch (Optional) Min. 1.5-inch LRFIA or g/l;:.sgjc_lin;:me or LRFIA or BP-SEBS (Optional)
G-46. gypsum BURmastic o.c. at four (4), None Trisotech G, Trisotech CGF or LRFIA(BG), 6- LRFIA(BG), 6- ! BP-SEBS, SBS-SEBS -75.0
deck Composite Pl Fastener (MCRF > | ually spaced Trisotech inch SECUROCK Gypsum- | 5 SBSSEBS 1 gps.sems
¢ p v 67 Ibf) qually sp risotec inch o.c. Fiber Roof Board inch o.c.
Premium center rows
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TABLE 6¢c: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Anchor Sheet Primer or Base Insulation Top Insulation Roof Cover (Note 15)
Syste Deck Fasten Vapor Attach Attach Mbe
mNo. | (Notel) Type Note 11 Attach :ztr:i: Type Notes 6.7 8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Min. 0.125-inch
TremBoard AC or
BURmastic Glass min. 0.25-inch
Pl i
Glzslzl;:t/ria;g?b Tremco Twin Loc- 9-inch o.c. at 4-inch (Optional) E:;S:e;g(?;rlii(ECk
Existing BURmastic ’ Nail Assembled lap and 18-inch o.c. BP-AA, SBS- | Min. 1.5-inch Trisotech G, Glass ,Mat Roof BP-SEBS (Optional)
G-47. gypsum . at two (2), equally AA or SBS- Trisotech, ISOGARD GL or Hot asphalt Hot asphalt ! BP-SEBS, SBS-SEBS -45,0*
deck Composite P'Iy HT Fastener (MCRF > spaced, staggered TA Multi-Max FA3 Board or SFCUROCK SBS-SEBS SBS-SEBS
or BURmastic 90 Ibf) Gypsum-Fiber Roof
Composite Ply center rows (smooth) Board or min. 0.5-
Premium inch Structodek HD
with Primed Red
Coating
Min. 0.125-inch
TremBoard AC or
BURmastic . 6-inch o.c. at 4-inch (Optional) min. 0.25-inch
- R Tremco Twin Loc- X . . . .
Existing Composite Ply HT Nail Assembled laps and 12-inch BP-AA, SBS- Min. 1.5-inch Trisotech G, DensDeck, DensDeck BP_SEBS (Optional)
G-48. gypsum or BURmastic Fastener (MCRF > o.c. at four (4), AA or SBS- Trisotech, ISOGARD GL or Hot asphalt Prime, DEXcell FA Hot asphalt SBS—SEBIS BP-SEBS, SBS-SEBS -75.0
deck Composite Ply 67 Ibf) equally spaced TA Multi-Max FA3 Glass Mat Roof SBS-SEBS
Premium center rows (smooth) Board or SECUROCK
Gypsum-Fiber Roof
Board
Min. 0.125-inch
TremBoard AC or
BURmastic Trufast Versa 6-inch o.c. at 4-inch | (Optional) min. 0.25-inch
Existing Composite Ply HT Fastener & Plate; 2 laps and 12-inch BP-AA, SBS- | Min. 1.5-inch Trisotech G, DensDeck, DensDeck BP-SEBS (Optional)
G-49. gypsum | or BURmastic frf:te;’;’fe gel;g'fi‘:m o.c. at four (4), AAor SBS- | Trisotech, ISOGARD GL or Hot asphalt Prime, DEXcell FA Hot asphalt SB;—SEBé BP-SEBS, | SBS-SEBS -75.0
deck Composite Ply the holes of the plate | €qually spaced TA Multi-Max FA3 Glass Mat Roof SBS-SEBS
Premium (MCRF > 67 Ibf) center rows (smooth) Board or SECUROCK
Gypsum-Fiber Roof
Board
TORCH-APPLIED BASE PLY:
BURmastic Glass Min. 1.5-inch Trisotech G,
Ply, BURmastic . . Trisotech CGF, EnergyGuard
Existing | ©1255 P =281b, | Tremco Twin Loc- ;‘:")”:: d°'1;_?rt‘:h"2_cc'1 Polyiso Insulation, Trisotech, Min. 0.25-inch (Optional)
6-50. aypsum BURmastic Nail Assembled at two (2), equally TREMprime H-Shield, ISOGARD GL, Multi- LRFIA or DensDeck Prime or LRFIA or APP-TA, APP-TA APP-TA, _45.0*
deck Composite Ply HT, | Fastener (MCRF > - st’aggered WB primer Max FA3, ISOGARD CG, LRFIA(BG) SECUROCK Gypsum- LRFIA(BG) SBS-TA SBS—TA’ SBS-TA
BURmastic 90 Ibf) ! UltraMax or Styrofoam Fiber Roof Board
Composite Ply centegows Brand Roofmate, Highload
Premium 60 or Plazamate
BURmastic Tremeo Twin Loc- 6-inch o.c. at 4-inch Min. 0.5-inch
Existing Composite Ply HT, i laps and 12-inch (Optional) (Optional) Min. 1.5-inch LRFIA or . ) LRFIA or (Optional)
G-51. gypsum BURmastic Nail Asseggbled o.c. at four (4), BP-CAS or Trisotech G, Trisotech CGF or LRFIA(BG), 6- DensDeck Prime or LRFIA(BG), 6- APP-TA, APP-TA, APP-TA, -75.0
deck Composite Ply Fastener {BICRF > equally spaced SBS-CA5 Trisotech inch o.c. SECUROCK Gypsum- inch o.c. SBS-TA SBS-TA SBS-TA
R 67 Ibf) Fiber Roof Board
Premium center rows
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TABLE 6¢c: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Primer or Base Insulation Top Insulation Roof Cover (Note 15)
Syste Deck Fast Vapor e — MDP
asten q ac| ac|
mNo. | (Notel) Type Attach Barrier Type Type Base Ply Ply Cap Ply (psf)
(Note 11) (Note 15) (Notes 6,7,8) (Notes 6,7,8)
BURmastic Glass
gllzlsls;llil}t/n:a;;fb Tremco Twin Loc- 9-inch o.c. at 4-inch (Optional) g/lel:.sgfcskﬂ:rcir:e
Existing BURmastic Nail Assembled lap and 18-inch o.c. BP-AA, SBS- M!n. 1.5-inch Trisotech G, DEXcell FA Glass Mat APP-TA, (Optional) APP-TA,
G-52. gypsum R at two (2), equally AA or SBS- Trisotech, ISOGARD GL or Hot asphalt Hot asphalt APP-TA, -45.0*
deck Composite Ply HT Fastener (MCRF > spaced, staggered TA Multi-Max FA3 Roof Board or SBS-TA SBS-TA SBS-TA
or BURmastic 90 Ibf) cZnter : Owsgg (smooth) SECUROCK Gypsum-
Composite Ply Fiber Roof Board
Premium
BURmastic Tremeo Twin Loc- 6-inch o.c. at 4-inch (Optional) gﬂé:;gis;:gr:e
Existing Composite Ply HT i laps and 12-inch BP-AA, SBS- Min. 1.5-inch Trisotech G, ’ (Optional)
. Nail Assembled . DEXcell FA Glass Mat APP-TA, APP-TA,
G-53. gypsum or BURmastic o.c. at four (4), AA or SBS- Trisotech, ISOGARD GL or Hot asphalt Hot asphalt APP-TA, -75.0
deck Composite Pl Fastener (MCRF > equally spaced TA Multi-Max FA3 ROGR=" o SBS-TA SBS-TA SBS-TA
Prempium ! 67 1bf) cjnteryror\)/vs (smooth) ’ SECUROCK Gypsum-
Fiber Roof Board
BURmastic Trufast Versa 6-inch o.c. at 4-inch | (Optional) gﬂé:;gfcil::ir:e
Existing Composite Ply HT | Fastener &Plate; 2 laps and 12-inch BP-AA, SBS- | Min. 1.5-inch Trisotech G, ’ (Optional)
. screws per plate - DEXcell FA Glass Mat APP-TA, APP-TA,
G-54. gypsum or BURmastic installed 180° into o.c. at four (4), AA or SBS- Trisotech, ISOGARD GL or Hot asphalt Roof Board or Hot asphalt SBS-TA APP-TA, SBS-TA -75.0
deck Composite Ply the holes of the plat equally spaced TA Multi-Max FA3 SBS-TA
Premium CRES 6T lon center rows (smooth) SECUROCK Gypsum-
(MCRF > 67 Ibf) Fiber Roof Board
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NEmoO | etc.e
TABLE 6D: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) Type | Fastener (Note 11) | Spacing Base Ply | Cap Ply (psf)

BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
BURmastic Glass Ply, BURmastic Glass Ply — 28

G-55. Existing Ib, BURmastic Composite Ply HT, BURmastic Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 18-inch o.c. at two (2), | One or two BP- BP-CA1 or SBS-CA1 -45.0%
gypsum deck . X Fastener (MCRF > 90 Ibf) equally spaced, staggered center rows CA1 or SBS-CA1
Composite Ply Premium
BURMASIC ADHESIVE MC APPLIED BASE PLY:
656 Existing EUEES::S?:EZEL’O?E:E;S:F G;'S:ﬂ?;igczs Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 18-inch o.c. at two (2), | One or two BP- BP-CA1, BP-CASG, _45.0%
: gypsum deck ! . . ! Fastener (MCRF > 90 Ibf) equally spaced, staggered center rows CAG6 or SBS-CA6 SBS-CA1 or SBS-CA6 !
Composite Ply Premium
G-57. Existing BURmastic Glass Ply, BURmastic Glass Ply —28 | Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2), One or two BP- BP-CA1, BP-CASG, -60.0
gypsum deck Ib Fastener (MCRF > 80 Ibf) equally spaced, staggered center rows CAG6 or SBS-CA6 SBS-CA1 or SBS-CA6
658 Existing BURmastic Composite Ply HT, BURmastic Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2), One or two BP- BP-CA6 or SBS-CAG 750
: gypsum deck Composite Ply Premium Fastener (MCRF > 100 lbf) equally spaced, staggered center rows CAG6 or SBS-CA6 !
Existing BURmastic Composite Ply HT, BURmastic Trufast Versa Fastener (min. 2.25-inch) | 9-inch o.c. at 4-inch laps and 9-inch o.c. at two (2), One or more BP- BP-CAG or SBS-CAG 105.0
G-59. gypsum deck Composite Ply Premium & Plate; 3 screws per plate* equally spaced, staggered center rows CAG6 or SBS-CA6 :

Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
BURmastic Glass Ply, BURmastic Glass Ply — 28

6-60. Existing Ib, BURmastic Composite Ply HT, BURmastic Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 18-inch o.c. at two (2), | One or two BP- BP-CAS or SBS-CAS _45.0*
gypsum deck . . Fastener (MCRF > 90 Ibf) equally spaced, staggered center rows CAS or SBS-CAS
Composite Ply Premium
661, Existing BURmastic Glass Ply, BURmastic Glass Ply —28 | Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2), One or two BP- BP-CAS or SBS-CAS -60.0
gypsum deck Ib Fastener (MCRF > 80 Ibf) equally spaced, staggered center rows CAS or SBS-CAS
Existing BURmastic Composite Ply HT, BURmastic Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2), One or two BP-
G-62. R . BP-CAS5 or SBS-CAS -75.0
gypsum deck Composite Ply Premium Fastener (MCRF > 100 lbf) equally spaced, staggered center rows CAS5 or SBS-CAS
Existing BURmastic Composite Ply HT, BURmastic Trufast Versa Fastener (min. 2.25-inch) | 9-inch o.c. at 4-inch laps and 9-inch o.c. at two (2), One or more BP- BP-CAS or SBS-CAS 105.0
G-63. gypsum deck Composite Ply Premium & Plate; 3 screws per plate* equally spaced, staggered center rows CAS or SBS-CAS !

Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
HOT-ASPHALT-APPLIED BASE PLY:

BURmastic Glass Ply, BURmastic Glass Ply — 28 BP-CA1, SBS-CA1,

Existi T Twin Loc-Nail A | -inch o.c. at 4-inch | 18-inch o.c. 2
G-64. X'S:'”ri deck | b BURmastic Composite Ply HT, BURmastic F:tn;izr mréRopi 9?; |bfs)semb . 2 m:n Osc a?:ted ':fa Zpr:; geni;:ioxsc attwo(2), | gp an sps-AA BP-AA, SBS-AA or -45.0%
gypsu Composite Ply Premium qually sp » Stagg APP-TA
BP-CA1, SBS-CA1,
Existing BURmastic Glass Ply, BURmastic Glass Ply —28 | Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2),
G-65. BP-AA, SBS-AA BP-AA, SBS-AA or -60.0
gypsum deck Ib Fastener (MCRF > 80 Ibf) equally spaced, staggered center rows APP-TA
Existing BURmastic Composite Ply HT, BURmastic Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2), BP-CAL, SBS-CAL
G-66. B \ BP-AA, SBS-AA BP-AA, SBS-AA or -75.0
gypsum deck Composite Ply Premium Fastener (MCRF > 100 Ibf) equally spaced, staggered center rows APP-TA
Existing BURmastic Composite Ply HT, BURmastic Trufast Versa Fastener (min. 2.25-inch) | 9-inch o.c. at 4-inch laps and 9-inch o.c. at two (2), BP-AA oF SBS-AA BP-AA or SBS-AA -105.0
G-67. gypsum deck Composite Ply Premium & Plate; 3 screws per plate* equally spaced, staggered center rows !
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
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TABLE 6D: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmoO | etc.e

System Deck Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) Spacing Base Ply Cap Ply sf
- BURmastic Glass Ply, BURmastic Glass Ply — 28 . . . . .
G-68. Existing Ib, BURmastic Composite Ply HT, BURmastic Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 18-inch o.c. at two (2), SBS-AA SBS-TA -45.0*
gypsum deck . . Fastener (MCRF > 90 Ibf) equally spaced, staggered center rows
Composite Ply Premium
G-69. Existing BURmastic Glass Ply, BURmastic Glass Ply —28 | Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2), SBS-AA SBS-TA -60.0
gypsum deck Ib Fastener (MCRF > 80 Ibf) equally spaced, staggered center rows
670 Existing BURmastic Composite Ply HT, BURmastic Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2), SBS-AA SBS-TA 75.0
. gypsum deck Composite Ply Premium Fastener (MCRF > 100 lbf) equally spaced, staggered center rows :
Existing BURmastic Composite Ply HT, BURmastic Trufast Versa Fastener (min. 2.25-inch) | 9-inch o.c. at 4-inch laps and 9-inch o.c. at two (2), SBS-AA SBS-TA 105.0
G-71. gypsum deck Composite Ply Premium & Plate; 3 screws per plate* equally spaced, staggered center rows !
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
SEBS-APPLIED BASE PLY:
- BURmastic Glass Ply, BURmastic Glass Ply — 28 . . . . .
E T Twin Loc-Nail A | -inch o.c. at 4-inch | 18-inch o.c. 2
G-72. xisting Ib, BURmastic Composite Ply HT, BURmastic remco Twin Loc-Nail AssemBlEd 9-inch o.c. atd-inch lap and 18-inch o.c. at two (2), | g, <rpo cps RS | sBS-SERS -45.0*
gypsum deck . . Fastener (MCRF > 90 Ibf) equally spaced, staggered center rows
Composite Ply Premium
673, Existing BURmastic Glass Ply, BURmastic Glass Ply —28 | Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2), BP-SEBS, SBS-SEBS | SBS-SEBS 60.0
gypsum deck Ib Fastener (MCRF > 80 Ibf) equally spaced, staggered center rows
Existing BURmastic Composite Ply HT, BURmastic Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2),
G-74. gypsum deck Composite Ply Premium Fastener (MCRF > 100 Ibf) equally spaced, staggered center rows BP-SEBS, SBS-SEBS | SBS-SEBS 750
Existing BURmastic Composite Ply HT, BURmastic Trufast Versa Fastener (min. 2.25-inch) | 9-inch o.c. at 4-inch laps and 9-inch o.c. at two (2),
BP-SEBS, SBS-SEB BS-SEB. -105.
G-75. gypsum deck Composite Ply Premium & Plate; 3 screws per plate* equally spaced, staggered center rows SEBS, SBS-SEBS | SBS-SEBS 05.0
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
TORCH-APPLIED BASE PLY:
- BURmastic Glass Ply, BURmastic Glass Ply — 28 . p . . .
G-76. Existing Ib, BURmastic Composite Ply HT, BURmastic Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 18-inch o.c. at two (2), APP-TA, SBS-TA APP-TA, SBS-TA _45.0*
gypsum deck . . Fastener (MCRF > 90 Ibf) equally spaced, staggered center rows
Composite Ply Premium
G-77. Existing BURmastic Glass Ply, BURmastic Glass Ply —28 | Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2), APP-TA, SBS-TA APP-TA, SBS-TA -60.0
gypsum deck Ib Fastener (MCRF > 80 Ibf) equally spaced, staggered center rows
Existing BURmastic Composite Ply HT, BURmastic Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2),
-78. APP-TA, SBS-TA APP-TA, SBS-TA -75.
G-78 gypsum deck Composite Ply Premium Fastener (MCRF > 100 Ibf) equally spaced, staggered center rows , SBS » SBS >0
Existing BURmastic Composite Ply HT, BURmastic Trufast Versa Fastener (min. 2.25-inch) | 9-inch o.c. at 4-inch laps and 9-inch o.c. at two (2), SBS-TA SBS-TA -105.0
G-79. gypsum deck Composite Ply Premium & Plate; 3 screws per plate* equally spaced, staggered center rows :
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the

NEmoO | etc.e

substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Substrate u Attach P y e MDP
No. Note 1, Note 12 ac ac (psf)*~
(Note 1, Note 12) Type N Type S Base Ply Ply Cap Ply
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Existing smooth-surface or . . .
granule-surface BUR, 585 (Optional) Min. 0inch GypameFber Root Board or min Wiinch & (Optional) One or
R1 modified bitumen or gravel- Trisotech G, Trisotech LRFIA or Sg(?UROCK Cement Roof Board o.r S-tructodek HD LRFIA or BP-CAl or mgre BP-CA1 or BP-CAl or -60.0
. surfaced BUR, brushed/spudded CGF, Trisotech, ISOGARD LRFIA(BG) ) - ] ) K LRFIA(BG) SBS-CAl SBS-CA1 :
with Primed Red Coating or min. 7/16-inch DEXcell SBS-CA1
and vacuumed to remove loose cG
Cement Roof Board
gravel
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Optional) Min. 0.5-inch i -
Gravel-surfaced BUR, ( .p ) . Min. 0.25-inch DensDeck Prime or SECUROCK (Optional) One BP BP-CA1, BP-
Trisotech G, Trisotech . . . LRFIA or BP-CA6 or CA1 or SBS-CA1 or
R-2. brushed/spudded and vacuumed K LRFIA Gypsum-Fiber Roof Board or Min. 0.5-inch CA6, SBS-CA1 -142.5
CGF, Trisotech, ISOGARD ) ) } LRFIA(BG) SBS-CA6 one or more BP-CA6
to remove loose gravel Structodek HD with Primed Red Coating or SBS-CA6
CG or SBS-CA6
(Optional) Min. 0.5-inch (Optional) One BP-
R3 S:j:ﬁ:;;;tfi?jezi:’d vacuumed Trisotech G, Trisotech LRFIA(BG) Min. 0.5-inch Structodek HD with Primed Red LRFIA or BP-CA6 or CA1 or SBS-CAl or 22_6(:2:![3,5‘—3(;1 165.0
’ P CGF, Trisotech, ISOGARD Coating LRFIA(BG) SBS-CA6 one or more BP-CA6 ’ ’
to remove loose gravel or SBS-CA6
CcG or SBS-CA6
L (Optional) Min. 0.5-inch (Optional) One BP-
ca Existing smooth-surface O Trisotech G, Trisotech | LRFIAr | Min. 0.5-inch Structodek HD with Primed Red LRFIA or BP-CAGor | CAlorsBs-CAlor | MO PR
’ granu’e-sur CGF, Trisotech, ISOGARD LRFIA(BG) Coating LRFIA(BG) SBS-CA6 one or more BP-CA6 ! ’
modified bitumen or SBS-CA6
cG or SBS-CA6
Gravel-surfaced BUR (Optional) Min. 0.5-inch (Optional) One or
vel-su . . I
! Trisotech G, Trisotech Min. 0.25-inch DensDeck Prime or SECUROCK LRFIA or BP-CA6 or BP-CA6 or
R-5. brushed/spudded and vacuumed CGF, Trisotech, ISOGARD LRFIA(BG) Gypsum-Fiber Roof Board LRFIA(BG) SBS-CAG more BP-CA6 or SBS- SBS-CAG -187.5
to remove loose gravel CA6
CG
Existing smooth-surface or (Optional) Min. 0.5-inch (Optional) One or
XISTI -SuU . . I
Trisotech G, Trisotech LRFIA or . ) . LRFIA or BP-CA6 or BP-CA6 or
R-6. grany!e-surface BUR or SBS CGF, Trisotech, ISOGARD LRFIA(BG) Min. 0.25-inch DensDeck Prime LRFIA(BG) SBS-CAG more BP-CA6 or SBS- SBS-CAG -262.5
modified bitumen CA6
CG
Existi thesurf (Optional) Min. 0.5-inch (Optional) O
. ’r‘:nms_zrl:‘r‘;:ce';E;a;fs‘;rs Trisotech G, Trisotech LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRFIA or BP-CA6 or m;’r;"é‘;{ AgirogBS— BP-CAG or 850
: granu'e-sur CGF, Trisotech, ISOGARD | LRFIA(BG) Board LRFIA(BG) SBS-CA6 SBS-CA6 :
modified bitumen G CA6
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Substrate v e d v e MDP
ac| ac|
No. Note 1, Note 12 sf)* A
(Note 1, Note 12) Type Notes 6.7.8 Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Gravel-surfaced BUR, (Optional) Min. 0.5-inch Min. 0.25-inch Dens Deck Prime, DEXcell FA (Optional) One or
Rig brushed/spudded and Trisotech G, Trisotech LREIA Glass Mat Roof Board or SECUROCK Gypsum- LRFIA or BP-CAS5, m:re BP-CAS or BP-CAS or 1425
: vacuumed to remove loose CGF, Trisotech, ISOGARD Fiber Roof Board or Min. 0.5-inch Structodek LRFIA(BG) SBS-CA5 SBS-CAS ’
. ) ) SBS-CAS
gravel CG HD with Primed Red Coating
Gravel-surfaced BUR,
brushed/spudded and vacuumed | (Optional) Min. 0.5-inch (Optional) One or
R9 to remove loose gravel or Trisotech G, Trisotech LRFIA(BG) Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRFIA or BP-CAS5, more BP-CAS or BP-CA5 or 1575
: smooth-surface or granule- CGF, Trisotech, ISOGARD Board LRFIA(BG) SBS-CA5 SBS-CAS SBS-CA5 '
surface BUR or SBS modified cG B
bitumen
Gravel-surfaced BUR, (Optional) Min. 0.5-inch . . .
. brushed/spudded and Trisotech G, Trisotech LRFIA(BG) x';ig'z(f;:iti?gﬁziltloiigﬁs;m:; Eg:jjjoard LRFIA or BP-CAS5, ﬁ?grt;ogs_léggz:)r BP-CAS or 165.0
’ vacuumed to remove loose CGF, Trisotech, ISOGARD - LRFIA(BG) SBS-CAS5 SBS-CA5 '
Red Coating SBS-CA5
gravel CG
L (Optional) Min. 0.5-inch . : .
v | et astae | ot Tiech | uinor | M 025 Delel o St oo | par | gpcss, | OO | woser |
’ granuie-sur CGF, Trisotech, ISOGARD | LRFIA(BG) . LRFIA(BG) SBS-CAS SBS-CAS :
modified bitumen G Red Coating SBS-CA5
Gravel-surfaced BUR (Optional) Min. 0.5-inch (Optional) One or
ravel-surface h :
4 Trisotech G, Trisotech LRFIA or BP-CA5 BP-CAS or
R-12. h ! in. 0.25-inch DensDeck Pri ! - - .
brushed/spudded and vacuumed CGF, Trisotech, ISOGARD LRFIA(BG) Min. 0.25-inch DensDeck Prime LRFIA(BG) SBS-CAS more BP-CAS or SBS-CAS 187.5
to remove loose gravel G SBS-CA5
. (Optional) Min. 0.5-inch .
Existing smooth-surface or . . (Optional) One or
Trisotech G, Trisotech LRFIA or LRFIA or BP-CA5 BP-CAS or
-13. le-surf BUR B ! in. 0.25-i i ! - - .
R-13 granl-J‘e sur ace BUR or SBS CGF, Trisotech, ISOGARD LRFIA(BG) Min. 0.25-inch DensDeck Prime LRFIA(BG) SBS-CAS more BP-CA5 or SBS-CAS 262.5
modified bitumen e SBS-CA5
HOT-ASPHALT-APPLIED BASE PLY:
(Optional) Min. 0.5-inch Min. 0.25-inch DensDeck Prime, SECUROCK X
Gravel-surfaced BUR, "’ 9 Gypsum-Fiber Roof Board or min. 0.5-inch (Optional) One BP- BP-CAL, SBS-
R-14 brushed/spudded and W, [ QiRIech . Thggech LRFIA SECUROCK Cement Roof Board or Structodek | -RTIA OF BP-AA, CAlorSBS-CAlor | CALBP-AA, 1 ), o
. to remove loose gravel CORsotech, ISQRARD HD with Primed Red Coating or min. 7/16-inch LRFIA(BG) SBS-AA one or more BP-AA, SBS-AA or .
& G & : SBS-AA or APP-TA APP-TA
DEXcell Cement Roof Board
(Optional) Min. 0.5-inch (Optional) One BP- BP-CA1, SBS-
Gravel-surfaced BUR, h n . . . .
R-15 brushed/spudded and vacuumed Trisotech G, Trisotech LRFIA(BG) Min. 0.5-inch Structodek HD with Primed Red LRFIA or BP-AA, CA1 or SBS-CA1 or CA1, BP-AA, 165.0
’ to remove loose aravel CGF, Trisotech, ISOGARD Coating LRFIA(BG) SBS-AA one or more BP-AA, SBS-AA or ’
& CG SBS-AA or APP-TA APP-TA
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the

NEmoO | etc.e

substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Substrate u Attach P y e MDP
No. Note 1, Note 12 ac ac (psf)*~
(Note 1, Note 12) Type N Type S Base Ply Ply Cap Ply
Existing smooth-surface or (Optional) Min. 0.5-inch (Optional) One BP- BP-CA1, SBS-
R-16 ranuls»surface BUR or SBS Trisotech G, Trisotech LRFIA or Min. 0.5-inch Structodek HD with Primed Red LRFIA or BP-AA, CA1 or SBS-CA1 or CA1, BP-AA, 165.0
’ ?nodified bitumen CGF, Trisotech, ISOGARD LRFIA(BG) Coating LRFIA(BG) SBS-AA one or more BP-AA, SBS-AA or ’
CG SBS-AA or APP-TA APP-TA
G l-surfaced BUR (Optional) Min. 0.5-inch Min. 0.25-inch DensDeck Prime, SECUROCK (Optional) One BP- BP-CA1, SBS-
f1y brrj::e275r iccf ed and vacuumed | Trisotech G, Trisotech LRFIA(BG) | SYPSum-Fiber Roof Board or min. 0.5-inch LRFIA or BP-AA, CA1 or SBS-CAL or CAL, BP-AA, 1800
: to removeploose gravel CGF, Trisotech, ISOGARD SECUROCK Cement Roof Board or min. 7/16- LRFIA(BG) SBS-AA one or more BP-AA, SBS-AA or .
CG inch DEXcell Cement Roof Board SBS-AA or APP-TA APP-TA
Existi th-surf (Optional) Min. 0.5-inch Min. 0.25-inch DensDeck Prime, SECUROCK (Optional) One BP- BP-CA1, SBS-
RLig )r(elasnLTE-ZTr?:ce-;EJrRa:reScI;rS Trisotech G, Trisotech LRFIA or Gypsum-Fiber Roof Board or min. 0.5-inch LRFIA or BP-AA, CA1l or SBS-CAl or CAl, BP-AA, 180.0
’ rg;wodified bitumen CGF, Trisotech, ISOGARD LRFIA(BG) SECUROCK Cement Roof Board or min. 7/16- LRFIA(BG) SBS-AA one or more BP-AA, SBS-AA or ’
CG inch DEXcell Cement Roof Board SBS-AA or APP-TA APP-TA
Min. 0.25-inch DensDeck Prime, SECUROCK
(Optional) Min. 0.5-inch P .mc N rlme. . .
Gravel-surfaced BUR, Trisotech G. Trisotech Gypsum-Fiber Roof Board or min. 0.5-inch LRFIA or (Optional) One or
R-19. brushed/spudded and vacuumed o LRFIA SECUROCK Cement Roof Board or Structodek SBS-AA more SBS-AA, SBS- SBS-TA -142.5
CGF, Trisotech, ISOGARD . . . . K LRFIA(BG)
to remove loose gravel G HD with Primed Red Coating or min. 7/16-inch TA
DEXcell Cement Roof Board
(Optional) Min. 0.5-inch .
Gravel-surfaced BUR h . 4 . . ) (Optional) One or
! Trisotech G, Trisotech Min. 0.5-inch Structodek HD with Primed Red LRFIA or
-20. brushed dded and d ! - - - BS-TA -165.
R-20 rushed/spudded and vacuumed | . oc ik isogarn | TRPABS) | coating LRFIA(BG) SBSAA more SBS-AA, 385 | 588 050
to remove loose gravel TA
CG
. (Optional) Min. 0.5-inch .
- |
R-21 Ef:;ms_zmi:;z ;Er;a:fscég Trisotech G, Trisotech LRFIA or Min. 0.5-inch Structodek HD with Primed Red LRFIA or SBS-AA Er?oprte:c;r:sas-)AoAneSg;- SBS-TA -165.0
’ granu’ . CGF, Trisotech, ISOGARD LRFIA(BG) Coating LRFIA(BG) ! ’
modified bitumen TA
CG
G -surfaced BUR (Optional) Min. 0.5-inch Min. 0.25-inch DensDeck Prime, SECUROCK (Optional) One or
ravel-surface h . ) : .
’ Trisotech G, Trisotech Gypsum-Fiber Roof Board or min. 0.5-inch LRFIA or
R-22 brushed/spudded and vacuumed CGF, Trisotech, ISOGARD LRFIA(BG) SECUROCK Cement Roof Board or min. 7/16- LRFIA(BG) SBS-AA more SBS-AA, SBS SBS-TA 180.0
to remove loose gravel : TA
CcG inch DEXcell Cement Roof Board
Existi th-surf (Optional) Min. 0.5-inch Min. 0.25-inch DensDeck Prime, SECUROCK (Optional) One or
xisting smooth-surface or h . ) : )
G -Fiber Roof Board . 0.5-inch
R-23. granule-surface BUR or SBS Trlsote?h G, TriSRgeh prFIA or ypsum-Fiber Root Soard or min .lnc LRFIA or SBS-AA more SBS-AA, SBS- SBS-TA -180.0
e CGF, Trisotech, ISOGARD LRFIA(BG) SECUROCK Cement Roof Board or min. 7/16- LRFIA(BG)
modified bitumen X TA
CG inch DEXcell Cement Roof Board

SEBS-APPLIED BASE PLY:
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the

NEmoO | etc.e

substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Substrate u Attach P y e MDP
No. Note 1, Note 12 ac ac (psf)*~
( , Note 12) Type N—— Type R ——— Base Ply Ply Cap Ply
Min. 0.25-inch DensDeck Prime, SECUROCK
Gravel-surfaced BUR (Optional) Min. 0.5-inch G\;;sum Fillr;:r R;:fSBsacrd (;Irmniin 0.5-inch
ravel-surface ’ h . - . 0.5+ .
R-24. brushed/spudded and vacuumed Tnsote(.:h G, Trisotech LRFIA SECUROCK Cement Roof Board or Structodek A o BP-SEBS, (Optional) BP-SEBS, SBS-SEBS -142.5
CGF, Trisotech, ISOGARD . . . . K LRFIA(BG) SBS-SEBS SBS-SEBS
to remove loose gravel G HD with Primed Red Coating or min. 7/16-inch
DEXcell Cement Roof Board
Gravel-surfaced BUR (Optional) Min. 0.5-inch
3 ! Trisotech G, Trisotech Min. 0.5-inch Structodek HD with Primed Red LRFIA or BP-SEBS, (Optional) BP-SEBS,
R-25. brushed dded and d - -165.0
rushed/spudded and vacuumed | . oe e isocarn | SRPABS) | coating LRFIA(BG) SBS-SEBS | SBS-SEBS SBS-SEBS
to remove loose gravel
CG
Existi thsurf (Optional) Min. 0.5-inch
Rt ’r‘:nlﬂgzz‘r‘;;’ceéﬂ';{a;fs‘;s Trisotech G, Trisotech LRFIA or Min. 0.5-inch Structodek HD with Primed Red LRFIA or BP-SEBS, | (Optional) BP-SEBS, | (oo oo 1650
’ granu'e-sur CGF, Trisotech, ISOGARD | LRFIA(BG) Coating LRFIA(BG) SBS-SEBS | SBS-SEBS ’
modified bitumen
CG
(Optional) Min. 0.5-inch Min. 0.25-inch DensDeck Prime or SECUROCK
Gravel-surfaced BUR, Trisotech G, Trisotech Gypsum-Fiber Roof Board or 0.5-inch SECUROCK | LRFIA or BP-SEBS, | (Optional) BP-SEBS
R-27. brushed/spudded and vacuumed | . oc il isogarp | SRFABC) | cement Roof Board or min. 7/16-inch DEXcell LRFIA(BG) SBS-SEBS | SBS-SEBS SBS-SEBS 1875
to remove loose gravel
cG Cement Roof Board
Existi th-surf (Optional) Min. 0.5-inch
xisting smooth-surface or h : .
Trisotech G, Trisotech LRFIA or . ) . LRFIA or BP-SEBS, (Optional) BP-SEBS
R-28. le-surf BUR or SBS Min. 0.25-inch DensDeck P! ! ’ BS-SEB -262.
granu e-surtace BER or CGF, Trisotech, ISOGARD | LRFIA(BG) ooty LRFIA(BG) SBS-SEBS | SBS-SEBS SBS-SEBS 625
modified bitumen
CG
Existi th f (Optional) Min. 0.5-inch Min. 0.25-inch SECUROCK G Fiber Roof
R-29 g)r(;SnLTE-ZTr?:ce-éﬂ;{a;f sc;s Trisotech G, Trisotech Sy Bc:;d . (-)";:inch SECUROCIz ’()Zseun::entl :c:ofoac;ard LRFIA or BP-SEBS, | (Optional) BP-SEBS, | cpc orpg 285.0
modified bitumen ggF’ Trisotech; ISOGARD LRFIA(BG) or min. 7/16-inch DEXcell Cement Roof Board LRFIA(BG) SBS-SEBS SBS-SEBS
TORCH-APPLIED BASE PLY:
Gravel-surfaced BUR (Optional) Min. 0.5-inch Min. 0.25-inch SECUROCK Gypsum-Fiber Roof
! Trisotech G, Trisotech Board or Min. 0.5-inch SECUROCK Cement Roof LRFIA or APP-TA, (Optional) APP-TA, APP-TA, SBS-
R-30. brushed/spudded and vacuumed K LRFIA . . -142.5
CGF, Trisotech, ISOGARD Board or min. 7/16-inch DEXcell Cement Roof LRFIA(BG) SBS-TA SBS-TA TA
to remove loose gravel
CG Board
G Isurfaced BUR (Optional) Min. 0.5-inch
ravel-surface h :
! Trisotech G, Trisotech Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRFIA or APP-TA, (Optional) APP-TA, APP-TA, SBS-
R-31. brushed/spudded and vacuumed CGF, Trisotech, ISOGARD LRFIA(BG) Board LRFIA(BG) SBS-TA SBS-TA TA -180.0
to remove loose gravel G
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Substrate u Attach P y e MDP
No. Note 1, Note 12 ac ac (psf)*~
(Note 1, Note 12) Type N Type S Base Ply Ply Cap Ply
Existi thosurf (Optional) Min. 0.5-inch
R32 :;Sn::s;:"r‘;;’ce';ﬂ;a:fs‘;s Trisotech G, Trisotech LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRFIA or APP-TA, (Optional) APP-TA, APP-TA,SBS- | oo
: granue-sur CGF, Trisotech, ISOGARD | LRFIA(BG) | Board LRFIA(BG) SBS-TA SBS-TA TA :
modified bitumen
CG
Gravel-surfaced BUR (Optional) Min. 0.5-inch
f33 brrj;’:es;’: T: ed and vacuumed | Trisotech G, Trisotech LRFIA(BG) | Min-05vinch SECUROCK Cement Roof Board or LRFIA or APP-TA, (Optional) APP-TA, APPTA, SBS- | oo
’ P CGF, Trisotech, ISOGARD min. 7/16-inch DEXcell Cement Roof Board LRFIA(BG) SBS-TA SBS-TA TA ’
to remove loose gravel
CG
Existing smooth-surf . (Optional) Min. 0.5-inch
f3a e BUR or 585 Trisotech G, Trisotech LRFIA or Min. 0.5-inch SECUROCK Cement Roof Board or LRFIA or APP-TA, | (Optional) APP-TA, | APP-TA,SBS- | . o
’ granuie-sur CGF, Trisotech, ISOGARD LRFIA(BG) min. 7/16-inch DEXcell Cement Roof Board LRFIA(BG) SBS-TA SBS-TA TA '
modified bitumen G
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