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SCOPE:
This P.E. Evaluation Report (henceforth ‘PEER’) is issued under F.A.C. Rule 61G20-3 and the applicable rules and regulations governing the
use of construction materials in the State of Florida, and the Third-Party Evaluation Report acceptance by the Texas Department of
Insurance. The documentation submitted has been reviewed by Robert Nieminen, P.E. for compliance with the 8t Edition (2023) Florida
Building Code and 2018 International Building Code sections noted herein.

DEescrIPTION: TRI-BUILT Modified Bitumen Roof Systems (NON-HVHZ)

LABELING: Labeling shall be in accordance with the requirements of the Accredited Quality Assurance Agency noted herein.

CoNTINUED CoMPLIANCE: This PEER is valid until such time as the named product(s) changes, the referenced Quality Assurance or production
facility location(s) changes, or Code provisions that relate to the product(s) change. Acceptance of our PEERs by the named client constitutes
agreement to notify NEMO ETC, LLC of any changes to the product(s), the Quality Assurance or the production facility location(s). NEMO
ETC, LLC requires a complete review of its PEER relative to updated Code requirements with each Code Cycle.

ADVERTISEMENT: “NEmo P.E. Evaluated” may be displayed in advertising literature. If any portion of the PEER is displayed, then it shall be done
in its entirety.

INsPECTION: Upon request, a copy of this entire PEER shall be provided to the user by the manufacturer or its distributors and shall be available
for inspection at the job site at the request of the Building Official.
This PEER consists of pages 1 through 4, plus a 52-page Appendix.
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CERTIFICATION OF INDEPENDENCE:

1. NEMO ETC, LLC does not have, nor does it intend to acquire or will it acquire, a financial interest in any company manufacturing or
distributing products it evaluates.

2. NEMO ETC, LLC is not owned, operated or controlled by any company manufacturing or distributing products it evaluates.

3. Robert Nieminen, P.E. does not have nor will acquire, a financial interest in any company manufacturing or distributing products for
which the PEERs are being issued.

4. Robert Nieminen, P.E. does not have, nor will acquire, a financial interest in any other entity involved in the approval process of the
product.

5. Robert Nieminen, P.E. is also Registered in the State of Texas; PE-96420.

6. This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer of Record for any
project on which this PEER, or previous versions thereof, is/was used for permitting or design guidance unless retained specifically for
that purpose.

*
*
*
-

© 2019 NEMO ETC, LLC


https://www.nemoetc.com/
https://www.becn.com/
https://www.flrules.org/gateway/ChapterHome.asp?Chapter=61G20-3
https://tdi.texas.gov/wind/prod/third-party-evaluation-reports.html

ROOFING SYSTEMS EVALUATION:

1. SCOPE:
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Product Category:
Sub-Category:

Product Approval Method:

Roofing
Modified Bitumen Roof Systems

Method 1, Option D — Codified Material, Evaluation by Engineer

Compliance Statement: TRI-BUILT Modified Bitumen Roof Systems, as produced by Beacon Sales Acquisition,
Inc., have demonstrated compliance with the following sections of the Codes listed below through testing in
accordance with the following Standards. Compliance is subject to the Installation Requirements and Limitations
of Use set forth herein.

STANDARDS:

CoDE SECTION PROPERTY STANDARD

2023 Florida Building Code 1504.3.1 Wind resistance FM 4474
1504.6 Accelerated weathering ASTM G155
1504.7 Impact resistance FM 4470, Section 4.6
1507.1.1 per 1507.6.3 Material standard ASTM D1970
1507.10.2 Material standard ASTM D4601
1507.11.2 Material standard ASTM D6164, D6222

2018 International Building 1504.3.1 Wind resistance FM 4474

Code 1504.6 Accelerated weathering ASTM G155
1504.7 Impact resistance FM 4470, Section 4.6
1507.11.2 Material standard ASTM D6164, D6222
1507.11.2.1 Material standard ASTM D1970, ASTM D4601

3. REFERENCES:

ENTITY

NEMO (TST6049)

NEMO CERT (EVL13843)
NEMO

UL, LLC. (QUA9625)

UL, LLC. (QUA9625)

EXAMINATION
ASTM D1970

NER
Cross-Reference
Quality Assurance
Quality Control

REFERENCE
49-CTR-SSMBB-002.A
NER-CTR-001.R1

FBC Product Cross Listing
Service Confirmation
Florida BCIS

DATE
01/06/2025
04/17/2025
07/16/2025
11/13/2019
Current

4. PRODUCT DESCRIPTION:

This PEER covers TRI-BUILT Modified Bitumen Roof Systems installed in accordance with Beacon Sales Acquisition,

Inc. published installation instructions and the Limitations of Use set forth herein.

TABLE 1: EVALUATED MEEMBRANES
MATERIAL STANDARD
TYPE PrRoODUCT PLANT(S)
REFERENCE TyPE GRADE
TRI-BUILT SA Nailbase ASTM D4601 1l N/A Little Rock, AR
Base Sheets P K
TRI-BUILT Fiberglass Base Sheet 35Q | ASTM D4601 I N/A ryor, O
Shafter, CA
Base/Ply Membranes (APP) | TRI-BUILT Smooth Torch ASTM D6222 | S Little Rock, AR
TRI-BUILT Smooth Torch ASTM D6222 | S Little Rock, AR
TRI-BUILT Granulated Torch ASTM D6222 | G Little Rock, AR
Cap Membranes (APP) -
TRI-BUILT Granulated Torch Cool ASTM D6222 | G Little Rock, AR
TRI-BUILT Granulated Torch Cool Ultra ASTM D6222 | G Little Rock, AR
Pryor, OK
TRI-BUILT SAT Base ASTM D1970 N/A N/A
Base/Ply Membranes (SBS) / / Shakopee, MN
TRI-BUILT SA PlyBase ASTM D1970 N/A N/A Little Rock, AR
TRI-BUILT SA Cap ASTM D6164 | G Little Rock, AR
Cap Membranes (SBS) -
TRI-BUILT SBS Cap ASTM D6164 | G Little Rock, AR
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5. LIMITATIONS:

5.1 This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer
of Record for any project on which this PEER, or previous versions thereof, is/was used for permitting or design
guidance. PEERs are not to be construed as representing any attributes not specifically listed, nor are PEERs to be
construed as an endorsement of the subject, or a recommendation for its use. There is no warranty by NEMO ETC,
LLC or Robert Nieminen, P.E., express or implied, as to any finding or other matter in this PEER, or as to any product
covered by the PEER.

5.2 This PEER is not for use in FBC High Velocity Hurricane Zone jurisdictions, as defined in FBC Chapter 2 (Broward
and Miami-Dade Counties).

5.3 This PEER pertains to above-deck roof components. Roof decks and structural members shall be in accordance
with requirements of the applicable Code to the satisfaction of the Authority Having Jurisdiction.

5.4 This PEER does not include evaluation of fire classification. Refer to FBC or IBC 1505 for requirements and
limitations regarding roof assembly fire classification. Refer to FBC or IBC 2603 for requirements and limitations
concerning the use of foam plastic insulation.

5.5 This PEER does not include evaluation of roof edge termination. Refer to FBC or IBC 1504.5 for requirements and
limitations regarding edge securement for low-slope roofs.

5.6 Refer to FBC or IBC 1511 for requirements and limitations regarding recover installations.

5.6.1 For mechanically attached components over existing roof decks, fasteners shall be tested in the existing deck for
withdrawal resistance. A qualified design professional shall review the data for comparison to the minimum
requirements for the system. Testing shall be in accordance with ANSI/SPRI FX-1 or Testing Application Standard
TAS 105.

5.6.2 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the
existing deck or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any
surface conditions exist that bring system performance into question, field uplift testing in accordance with
ANSI/SPRI IA-1, ASTM E907, FM Loss Prevention Data Sheet 1-52 or Testing Application Standard TAS 124 shall
be conducted on mock-ups of the proposed new roof assembly.

5.6.3 For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall
be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having
Jurisdiction, as documented through field uplift testing in accordance with ASTM E907, FM Loss Prevention Data
Sheet 1-52 or Testing Application Standard TAS 124.

5.7 Refer to Appendix 1 for system attachment requirements for wind load resistance.

5.7.1 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads,
and reflects the ultimate passing pressure divided by 2 (the 2 to 1 margin of safety per FBC 1504.9 has already
been applied). Refer to FBC or IBC 1609 for determination of design wind loads.

5.7.2 For mechanically attached components or partially-bonded insulation, the maximum design pressure for the
selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in accordance with
FBC or IBC Chapter 16. Elevated pressure zones shall employ an attachment density designed by a qualified design
professional to resist the elevated pressure criteria. Commonly used methods are ANSI/SPRI WD1, FM Loss
Prevention Data Sheet 1-29, Roofing Application Standard RAS 117 or RAS 137. Assemblies marked with an
asterisk* carry the limitations set forth in Section 2.2.10.1 of FM Loss Prevention Data Sheet 1-29 for Zone 2/3
enhancements.

5.7.3 For assemblies with all components fully bonded in place, the maximum design pressure for the selected assembly
shall meet or exceed critical design pressure determined in accordance with FBC or IBC Chapter 16. No rational
analysis is permitted for these systems.

5.8 All components in the roof assembly shall have quality assurance audit in accordance with F.A.C. Rule 61G20-3.
Refer to the Product Approval of the component manufacturer for components listed in Appendix 1 that are
produced by a Product Manufacturer other than the report holder on Page 1 of this PEER.
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6. INSTALLATION:

TRI-BUILT Modified Bitumen Roof Systems shall be installed in accordance with Beacon Sales Acquisition, Inc.
published installation instructions, subject to the Limitations of Use herein.

7. BUILDING PERMIT REQUIREMENTS:

As required by the Building Official or Authority Having Jurisdiction to properly evaluate the installation of this
product.

8. MANUFACTURING PLANTS:

Contact the named QA entity for manufacturing facilities covered by F.A.C. Rule 61G20-3 QA requirements. Refer
to Section 4 herein for products and production locations having met codified material standards.

9. QUALITY ASSURANCE ENTITY:
UL (QUA9625): (360) 817-5512; bsai.inspections@ul.com

- THE 52-PAGES THAT FOLLOW FORM PART OF THIS PEER -
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APPENDIX 1: ATTACHMENT REQUIREMENTS FOR WIND UPLIFT RESISTANCE

PAGE

TABLE DECK APPLICATION TYPE DESCRIPTION
1A Wood New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 7
18 Wood New, Reroof (Tear-Off) or Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 8
1c Wood New or Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 9
1ip Wood New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 10
1e Wood New, Reroof (Tear-Off) or Recover D-2 Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 12
1F Wood New, Reroof (Tear-Off) E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 13
16 Wood New, Reroof (Tear-Off) or Recover E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 15
1H Wood New or Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 16
2A Steel or Structural concrete New, Reroof (Tear-Off) or Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 17
28 Steel or Structural concrete New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 20
2C Steel or Structural concrete New, Reroof (Tear-Off) or Recover D-2 Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 23
3A Structural concrete New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 24
38 Structural concrete New or Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 29
4aA Deck with Lightweight Concrete New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 30
48 Deck with Lightweight Concrete New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 31
4c Deck with Lightweight Concrete New or Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 36
4p Deck with Lightweight Concrete New or Reroof (Tear-Off) E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 38
5A Cementitious wood fiber New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 41
58 Cementitious wood fiber New or Reroof (Tear-Off) or Recover B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 42
5¢ Cementitious wood fiber Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 43
5D Cementitious wood fiber New, Reroof (Tear-Off) or Recover E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 43
6A Existing gypsum Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 44
68 Existing gypsum Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 46
6C Existing gypsum Reroof (Tear-Off) C-1 Mechanically Attached Insulation, Bonded Roof Cover 47
6D Existing gypsum Reroof (Tear-Off) E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 47
7A Various Recover A-1 Bonded Insulation, Bonded Roof Cover 48
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The following notes apply to the systems outlined herein:
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1 The roof system evaluation herein pertains to above-deck roof components. Roof decks and structural members shall be in accordance with requirements of the applicable Code to the satisfaction of the Authority
Having Jurisdiction.

2 Unless otherwise noted, fasteners and stress plates shall be as follows. Fasteners shall be of sufficient length for the following engagements:

FASTENER/PLATE OPTIONS
DEcK TYPE By FBC PARTS MINIMUM ENGAGEMENT
Altenloh, Brinck and Co. U.S., Inc. FL4500 Trufast #14 HD with Trufast 3” Metal Insulation Plates Mini s4-inch ol 4 .
- trat
Wood OMG, Inc. FL699 OMG #14 Roofgrip with AccuTrac Plates or OMG #14 Heavy Duty with OMG 3 in. Galvalume Steel Plate .|n.|mum 4.mc plywood penetration or
minimum 1-inch wood plank embedment
SFS Group USA, Inc. FL20311 Dekfast DF-#14-PH3 with Dekfast PLT-H-2-7/8 or Dekfast PLT-R-3.
Altenloh, Brinck and Co. U.S., Inc. FL4500 Trufast #12 DP or Trufast #14 HD with Trufast 3” Metal Insulation Plates
Steel OMG. Inc FL699 OMG #12 or #14 Roofgrip with AccuTrac Plates or OMG #12 Standard or OMG #14 Heavy Duty with Minimum %-inch steel penetration and engage the
T OMG 3 in. Galvalume Steel Plate top flute of the steel deck
SFS Group USA, Inc. FL20311 Dekfast DF-#12-PH3 or DF-#14-PH3 with Dekfast PLT-H-2-7/8 or Dekfast PLT-R-3.
Altenloh, Brinck and Co. U.S., Inc. FL4500 Trufast #14 HD or Trufast Fluted Concrete Nail with Trufast 3” Metal Insulation Plates Mini L-inch embed ¢ Fast installed
Structural OMG #14 Roofgrip with AccuTrac Plates or OMG #14 Heavy Duty or CD-10 with OMG 3 in. Galvalume .|n|mur.n nc .em edment. a.s ener instafle
OMG, Inc. FL699 with a pilot hole in accordance with the fastener
Concrete Steel Plate 3 . . L .
- manufacturer’s published installation instructions
SFS Group USA, Inc. FL20311 Dekfast DF-#14-PH3 with Dekfast PLT-H-2-7/8 or Dekfast PLT-R-3.

3 Unless otherwise noted, insulation may be any one layer or combination of FBC Approved (Local or Statewide) board(s) that meet FBC or IBC 1505 and, for foam plastic, FBC or IBC Chapter 26, when installed with
the roof cover.

4 Minimum 200 psi, minimum 2-inch FBC Approved lightweight insulating concrete may be substituted for, or installed below, rigid insulation board for System Types B-1, C-1, C-2, D-1 or D-2, whereby fasteners are
installed through the lightweight insulating concrete to engage the structural deck. The structural deck shall be of equal or greater type, thickness and strength to the steel and structural concrete deck listings.
Roof decks and structural members shall be in accordance with requirements of the applicable Code to the satisfaction of the Authority Having Jurisdiction. This is a wind uplift resistance allowance and does not
purport to address non-wind-uplift-related issues, such as deck venting or moisture levels within the Lightweight Concrete and the potential effect on overlying components.

5  Preliminary insulation attachment: Unless otherwise noted, use FBC Approved roofing fasteners and plates and refer to Section 2.2.10.1.3 of FM Loss Prevention Data Sheet 1-29.

6  Unless otherwise noted, insulation adhesive application rates are as follows.
e Ribbon or bead width is at the time of application; the ribbons/beads shall expand as noted in the manufacturer’s published instructions.
o |f applying hot asphalt to concrete deck, deck shall be primed with ASTM D41 primer.
e When multiple layers(s) of insulation and/or coverboard are installed in ribbon-applied adhesive, board joints shall be staggered.
e The maximum edge distance from the adhesive ribbon to the edge of the insulation board shall be not less than one-half the specified ribbons spacing.

INSULATION ADHESIVE REFERENCES

By FBC ADHESIVE REFERENCE MINIMUM RATE NoTE
Millennium One Step Foamable Adhesive M-OSFA Continuous 0.25 to 0.5-inch wide ribbons, 12-inch o.c.
H.B. Fuller Company FL1800 Millennium PG-1 Pump Grade Adhesive M-PG1 Continuous 0.5 to 0.75-inch wide ribbons, 12-inch o.c.
Millennium PG-1 EF ECO M-PG1-EF-ECO Continuous 1 to 1.5-inch wide ribbons, 12-inch o.c.
X Polyset Board-Max Polyset BM Continuous 3-inch wide ribbons, 12-inch o.c.
ICP Construction, Inc. FL1365 . " - " - " " -
Polyset Commercial Roofing Adhesive Polyset CRA Continuous 2.5 to 3-inch wide ribbons, 12-inch o.c. Formerly Polyset CR-20
OMG, Inc. FL1608 OlyBond 500 Adhesive Fastener OB500 Continuous 0.75-inch wide ribbons, 12-inch o.c. PaceCart, SpotShot or Canister dispensing
ﬁ/enenc, AL RER TR N/A hot asphalt N/A Full coverage at 25-30 Ibs/square g:gfx:j:/Z;‘fg?ztgzlczzzie deck, deck shall
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7  Unless otherwise noted, all insulations are flat-stock or taper board of the minimum thickness noted. Tapered polyisocyanurate at the following thickness limitations may be substituted with the following Maximum
Design Pressure (MDP) limitations. In no case shall these values be used to ‘increase’ the MDP listings in the tables; rather if MDP listing below meets or exceeds that listed for a particular system in the tables,
then the thinner board listed below may be used as a drop-in for the equivalent thicker material listed in the table.

MDP LIMITATIONS FOR TAPERED POLYISOCYANURATE INSULATIONS
INSULATION MIN. TAPERED
ADHESIVE MDP (psF)
LisTED PRODUCT FBC THICKNESS (IN)
M-OSFA Any polyisocyanurate listed with adhesive herein Various 1.0 -157.5
M-PG1 Any polyisocyanurate listed with adhesive herein Various 1.0 -157.5
Polyset CRA Any polyisocyanurate listed with adhesive herein Various 1.0 -117.5
0OB500 Rmax Multi-Max FA3 FL11207 0.5 -45.0
OB500 Hunter H-Shield FL5968 0.5 -315.0
OB500 Johns Manville ENRGY 3 FL4205 0.5 -315.0
OB500 Atlas Roofing ACFoam Il FL17989 0.5 -487.5

8 For adhered roof insulation and board-size: Unless otherwise noted, refer to Section 2.2.10.6.2 of FM Loss Prevention Data Sheet 1-29.

9  For mechanically attached components or partially-bonded insulation, the maximum design pressure for the selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in
accordance with FBC or IBC Chapter 16. Elevated pressure zones shall employ an attachment density designed by a qualified design professional to resist the elevated pressure criteria. Commonly used methods
are ANSI/SPRI WD1, FM Loss Prevention Data Sheet 1-29, Roofing Application Standard RAS 117 or RAS 137. Assemblies marked with an asterisk* carry the limitations set forth in Section 2.2.10.1 of FM Loss
Prevention Data Sheet 1-29 for Zone 2/3 enhancements.

10  For assemblies with all components fully bonded, the maximum design pressure for the selected assembly shall meet or exceed critical design pressure determined in accordance with FBC or IBC Chapter 16. No
rational analysis is permitted for these systems.

11  For mechanically attached components over existing decks, fasteners shall be tested in the existing deck for withdrawal resistance. A qualified design professional shall review the data for comparison to the
minimum requirements for the system. Testing and analysis shall be in accordance with ANSI/SPRI FX-1 or Testing Application Standard TAS 105. For systems using Trufast Versa-Fast, the number of Versa-Fast
Fasteners installed through the Versa-Fast Plate may be increased from the minimum noted in order to yield minimum required withdrawal resistance.

12 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the existing deck or existing roof surface shall be examined for compatibility with the adhesive to be
installed. If any surface conditions exist that bring system performance into question, field uplift testing shall be conducted on mock-ups of the proposed new roof assembly. For bonded insulation or membrane
over existing substrates in a recover installation, the existing roof system shall be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having Jurisdiction, as documented
through field uplift testing. Field uplift testing shall be in accordance with ASTM E907, FM Loss Prevention Data Sheet 1-52 or Testing Application Standard TAS 124.

13 Refer to FBC or IBC 1511 for requirements and limitations regarding recover installations. For Structural Concrete Deck or Recover Applications using System Type C-1 the base insulation layer is optional and for
System Type C-2, D-1 or D-2, the insulation is optional. Alternatively, an FBC Approved insulation board or coverboard may be used as a separation layer. Board products shall be preliminarily attached prior to
roof cover installation (Note 5). The separator component shall be documented as meeting FBC or IBC 1505 and, for foam plastic, FBC or IBC Chapter 26, when installed with the roof cover in Recover applications.

14  Lightweight insulating concrete (LWIC) shall be cast in accordance with FBC Section 1917 to the satisfaction of the Authority Having Jurisdiction. For systems where specific LWIC is referenced, refer to current LWIC
Product Approval for specific deck construction and limitations. Unless otherwise noted, for systems where specific LWIC is not referenced, the minimum design mix shall be 300 psi. In all cases, the minimum top-
coat thickness is 2-inches. For LWIC over structural concrete, reference is made to FBC Section 1917.4.1, Point 1. For “pre-existent” LWIC references, listings were established through testing over lightweight
concrete cast using only foaming agent (ASTM C896), water and Portland cement (ASTM C150), with no proprietary additives, in accordance with procedures adopted by Miami-Dade BCCO (FBC CER1592). Use of
these listings in new construction or re-roof (tear-off) applications is at the discretion of the Designer or Record and Authority Having Jurisdiction.
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15 For bonded membrane applications, unless otherwise noted, refer to the following.
MEMBRANE / ADHESIVE COMBINATIONS
REFERENCE LAYER MATERIAL APPLICATION
BP-AA Base Ply: | TRI-BUILT Fiberglass Base Sheet 35Q hot asphalt at 20-40 lbs/square
e Cap Ply: | TRI-BUILT SBS Cap hot asphalt at 20-40 Ibs/square
Note: | SBS-AA membrane applications are not intended for use with APP-TA membrane applications.
e Base Ply: | TRI-BUILT SAT Base, TRI-BUILT SA PlyBase self-adhering (activated by overlying membrane)
Note: | Use of TRI-BUILT SA PlyBase in an SBS-SA-H application is limited to use of a torch-applied Cap Ply membrane overtop.
Base Ply: | TRI-BUILT SA PlyBase
SBS-SA Ply: | TRI-BUILT SA PlyBase self-adhering
Cap Ply: | TRI-BUILT SA Cap
Base Ply: | One or more TRI-BUILT Smooth Torch
APP-TA Cap Ply: TRI-BUILT Smooth Torch, TRI-BUILT Granulated Torch, TRI-BUILT Granulated Torch Cool, torch-applied
prly: TRI-BUILT Granulated Torch Cool Ultra
Note: | APP-TA membrane applications are not intended for use with SBS-AA membrane applications.
16 Thermal Barrier and/or Vapor Barrier Options:
16A  Structural Concrete Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.
CONCRETE DECKS: VAPOR BARRIER OPTIONS, FOLLOWED BY BONDED INSULATION
VAPOR BARRIER ADHESIVE PER TABLE 3A
OPTION # PRIMER P MDP (psF)
TyPE ATTACH (Notes 6,7,8)
Tropical #410
C-vB-1, | . opla TRI-BUILT SA PlyBase Self-adhering 0B500, 12-inch o.c. 825
Quick Dry
C-VB-2. g&s:fg'rtuo TRI-BUILT SAT Base or TRI-BUILT SA Cap Self-adhering M-OSFA or M-PG1, 12-inch o.c. 975
Tropical #41
cvB-3. ({;SLC""DW O | TRI-BUILT SAT Base or TRI-BUILT SA Cap Self-adhering M-OSFA or M-PG1, 6-inch o.c. -315.0
C-VB-4. g&s:fg'rtuo TRI-BUILT Granulated Torch Torch-applied M-OSFA or M-PG1, 12-inch o.c. -420.0

NEmoO | etc.e
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17  Unless otherwise noted, rigid board insulation or coverboard attachment patterns for Type B-1, B-2 and C-1 systems are as outlined below.

NEmoO | etc.e

INSULATION ATTACHMENT PATTERNS —4X4 FT BOARDS
-12-in.~ 24-in. - 6-in. -~ 18-in. - 6-in. 6-in. [+ -~ 18-in. - 6-in.
i I i [ [}
12-in | 6-in
1 18-in.
. ' 24-in,
24-in |
18-in. L
! 6-in
12-in 6-in. !
1 ] 6-in
1 per 4.0 ft2 (4 per board) 1 per 3.2 ft2 (5 per board) 1 per 2.7 ft2 (6 per board)
6-in. - --18-in. - 6-in. 6-in. -~ 18-in. - 6-in. 6-in.~—~18-in. - 6-in.
Il T T T ] i T T T i
6-in. i 12-in. : > {
! . | 12-in
12-in. 18-in. |
’ | 24-in. 12-in
12-in. |
6-in. 18in. ! 12-in
: ! 12-in t
6-in. | 6-in.
=12-in.~ 6-in. T i
1 per 2.0 ft2 (8 per board) 1 per 1.8 ft2 (9 per board) 1 per 1.6 ft2 (10 per board)
6-in.~—~18-in. - 6-in. 6-in. = - 18-in. - 6-in. 6-in. - 12-in.- 6-in.
24-in. 12-in. 12-in 12-in.
| 124in. 12:in 12:in.
i | |
12-in -
12-in. , 12;in.
! 6-in. 6-in.
6-in. I T T
i ~-18-in. - 6-in. =12-in.~ = 6-in.
1 per 1.45 ft2 (11 per board) 1 per 1.3 ft2 (12 per board) 1 per 1.0 ft2 (16 per board)
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NEmoO | etc.e

INSULATION ATTACHMENT PATTERNS —4X8 FT BOARDS

#12-in.|- - 6-in ——6-in. 6-in. - -~ 18-in. - -~ 6-in
12-in. 12-in. 12-in 12:in. G-Iin G—FH.
i ‘ ' ! 18-in. 18-in.
24-in. 24in. 24-in 24-in., !
{ ' 18-in. 18-in.
24-in. -i i -i -
24-in. 24-in 24-in, 12I|n. 12‘|n.
[ 18-in. 18-in.
24-in. 24-in. 24-in. i
24-in. )
I ! | 18-in. 18-in.
t 12-in. P in. ; |
. 'In 12-in. 12‘|n Bein. 6-in.
12-in. T ! i 1 i T i
' ~—24-in— - 24-in. -12-in.~ 24-in. - - 24-in. -
1 per 4.0 ft2 (8 per board) 1 per 3.2 ft2 (10 per board) 1 per 2.7 ft2 (12 per board) 1 per 2.0 ft2 (16 per board) 1 per 1.8 ft2 (18 per board)
6-in.~—(12-in.-- 6-in. -~ B-in. = 6-in.——12-in.l- )
‘ ' ‘ 6-Iin. | J . 6-in.
12-in. i i I
— 12-in. 12-in. 12-in.
1 i i i
18-in. 12-in. 12-in. 12-in.
i i ’
I L 12-in.
18-in. 12in. 12‘m. i
12-in. 12-in. 12-in.
| ' 1 t
18in. 12-in. 12-in. 12-in.
1 : 1 ]
18-in. 12:|n. 121-|n, 12:|n.
{ 12-in. 12-in. 12-in.
12-in. ! ! |
| ,m | 6-in. 6-in. . | 6-in.
-12-in.-~ 6-in. - 28-in. - - 24-in. -12-in.- - 6-in.
1 per 1.6 ft2 (20 per board) 1 per 1.45 ft2 (22 per board) 1 per 1.3 ft2 (24 per board) 1 per 1.0 ft2 (32 per board)

18  “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads. Refer to FBC or IBC 1609 for determination of design wind loads. (Notes 9 and 10)
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Top Insulation Roof Cover (Note 15)
Sys. Deck Attach e Primer MDP
No. (Note 1) ac ac (psf)
Type PRt Type PR Base Ply Ply Cap Ply
SELF-ADHERING SYSTEMS:
. . Min. 1.5-inch (Optional) Additional layer(s) of base insulation . )
W-1 EADI; 1|5\/N302c—)|c;1c:4ﬁ:ﬁhrastzdn ACFoam Il or m:gg? or and/or min. 0.25-inch DensDeck Prime or m:géiA R (Tlrl?ig:(caDlr#MO SBS-SA (S?agflsinal) SBS-SA -60.0
plywood, P H-Shield SECUROCK Gypsum-Fiber Roof Board. v
. ) Min. 1.5-inch (Optional) Additional layer(s) of base insulation . .
W-2 EA[')’)‘( 1|5/ 32"(;“; :_PAhr ated |\ Croamilor | OBS00 and/or min. 0.25-inch SECUROCK Gypsum-Fiber 0B500 go_p:(cg' #410 | cps.sa (S(ggf's(;\na') SBS-SA -60.0
Plywood, £4-inch span H-Shield Roof Board. -
Min. 15/32-inch APA rated Min. 1.5-inch M-OSFA or (Optional) Additional layer(s) of base insulation M-OSFA or Tropical #410 (Optional)
W-3 | CDX plywood, 24-inch span, | ACFoamllor | M-PGL,6- | and/or min. 0.25-inch DensDeck Prime or M-PG1, 6- Qui‘zk o SBS-SA ssg-s " SBS-SA -97.5
blocked 48-inch o.c. H-Shield inch o.c. SECUROCK Gypsum-Fiber Roof Board. inch o.c. ¥
Min. 15/32-inch APA rated Min. 1.5-inch (Optional) Additional layer(s) of base insulation . )
W-4 CDX plywood, 24-inch span, | ACFoam Il or 3332)0;6- and/or min. 0.25-inch SECUROCK Gypsum-Fiber :::]EE?)O’CB- glj)irc);(caDl #410 SBS-SA (S(ggflsc;\nal) SBS-SA -97.5
blocked 48-inch o.c. H-Shield o Roof Board. - v
HYBRID SYSTEMS:
Min. 15/32-inch APA rated | in- 25I0Ch |y gpp o | (Optional) Additional laver(s) of base insulation M-OSFA or (Optional) BP- | SBS-AA o
W-5 CDX plywood. 24-inch span ACFoam Il or M-PG1 and/or min. 0.25-inch DensDeck Prime or M-PG1 None SBS-SA-H AA or APP-TA APP-TA -60.0
ply ! P H-Shield SECUROCK Gypsum-Fiber Roof Board.
. ) Min. 1.5-inch (Optional) Additional layer(s) of base insulation )
weg | Min-15/32-inch APArated | )\ o0 | opsoo and/or min. 0.25-inch SECUROCK Gypsum-Fiber 0B500 None ss-sa-y | (Optional) BP- | SBS-AAor | o
CDX plywood, 24-inch span A AA or APP-TA APP-TA
H-Shield Roof Board.
Min. 15/32-inch APA rated Min. 1.5-inch M-OSFA or (Optional) Additional layer(s) of base insulation M-OSFA or (Optional) BP- | SBS-AA or
W-7 CDX plywood, 24-inch span, | ACFoam Il or M-PG1, 6- and/or min. 0.25-inch DensDeck Prime or M-PG1, 6- None SBS-SA-H AApor APP-TA APP-TA -97.5
blocked 48-inch o.c. H-Shield inch o.c. SECUROCK Gypsum-Fiber Roof Board. inch o.c.
Min. 15/32-inch APA rated Min. 1.5-inch (Optional) Additional layer(s) of base insulation )
W-8 CDX plywood, 24-inch span, | ACFoam Il or .OBSOO' 6 and/or min. 0.25-inch SECUROCK Gypsum-Fiber _OBSOO’ & None SBS-SA-H (Optional) BP- | SBS-AA or -97.5
R A inch o.c. inch o.c. AA or APP-TA APP-TA
blocked 48-inch o.c. H-Shield Roof Board.
CONVENTIONAL SYSTEMS:
Min. 15/32-inch APA rated | MM 1-54nCh ) opa o | Optional additional layers of base insulation, M-OSFA or BP-AA or (Optional) BP- | SBS-AA or
W-9 CDX plvwood. 24-inch span ACFoam Il or M-PG1 followed by min. 0.25-inch DensDeck Prime or M-PG1 None APP-TA AA or APP-TA APP-TA -60.0
ply ! P H-Shield SECUROCK Gypsum-Fiber Roof Board
. . Min. 1.5-inch (Optional) Additional layer(s) of base insulation )
Min. 15/32-inch APA rated . . . BP-AA or (Optional) BP- | SBS-AA or
W-10 CDX plywood, 24-inch span ACFo.am Il'or 0OB500 and/or min. 0.25-inch SECUROCK Gypsum-Fiber OB500 None APP-TA AA or APP-TA APP-TA 60.0
H-Shield Roof Board.
Min. 15/32-inch APA rated Min. 1.5-inch M-OSFA or Optional additional layers of base insulation, M-OSFA or .
W-11 | CDX plywood, 24-inch span, | ACFoamllor | M-PGL,6- | followed by min. 0.25-inch DensDeck Prime or M-PGL 6- | None 2';PA_¢A°r (Aap::’;zg_iz Zii_ﬁf\ | 975
blocked 48-inch o.c. H-Shield inch o.c. SECUROCK Gypsum-Fiber Roof Board. inch o.c.
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NEmoO | etc.e
TABLE 1A: WOOD DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Base Insulation Top Insulation Roof Cover (Note 15)

Sys. Deck Attach e Primer MDP
No. (Note 1) ac ac (psf)

Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply

Min. 15/32-inch AFA rated Min. 1.5-inch 0B500, 6- (Optlonal? Addlthnal layer(s) of base |nsu|at.|on 0B500, 6- BP-AA or (Optional) BP- | SBS-AA or
W-12 CDX plywood, 24-inch span, | ACFoam Il or . and/or min. 0.25-inch SECUROCK Gypsum-Fiber . None -97.5

R . inch o.c. inch o.c. APP-TA AA or APP-TA APP-TA
blocked 48-inch o.c. H-Shield Roof Board.

TABLE 18: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck e R, MDP
No. Note 1 ttac ac sf;
(Note 1) Type Fasten (Note 11) ot 17 Type Notes 67,8 Base Ply Ply Cap Ply (psf)
SELF-ADHERING SYSTEMS:
Min. 15/32-inch Min. 2-inch . . . .
W-13 plywood, 24- ACFoam Il or H- Note 2 217":2 2"(;” 2-inchig-ShielONgR ColiQgeite M-OSFA or M-PG1 | SBS-SA (Optional) SBS-SA | SBS-SA -30.0
inch span Shield ’
Min. 15/32-inch Min. 2-inch . . . . h
W-14 plywood, 24- ACFoam Il or H- Dekfast DF-#14-PH3 with |~ 1per | Min. 2-inch H-Shield HD Composite M-OSFA or M-PG1 | SBS-SA (Optional) SBS-SA | SBS-SA 525
. ; Dekfast PLT-R-3 20f2 | CG
inch span Shield
HYBRID SYSTEMS:
Min. 15/32-inch Min. 2-inch . . ) . .
1 per Min. 2-inch H-Shield HD Composite (Optional) BP-AA SBS-AA or
W-15 Plywood, 24- AC.Foam Il or H- Note 2 270 G M-OSFA or M-PG1 SBS-SA-H or APP-TA APP-TA -30.0
inch span Shield
Min. 15/32-inch Min. 2-inch . . . . . )
Dekfast DF-#14-PH3 with 1 per Min. 2-inch H-Shield HD Composite (Optional) BP-AA SBS-AA or
W-16 F)Iywood, 24 AC.Foam IlorH Dekfast PLT-R-3 2.0 2 G M-OSFA or M-PG1 SBS-SA-H or APP-TA APP-TA 52.5
inch span Shield
Min. 15/32-inch Min. 1.5-inch Trufast #12 DP or #14 HD 1 per hot asphalt, M-
W-17 plywood, 24- ACFoam Il or H- with Trufast 3”Metal 1 ??ftz Min. 1.5-inch ACFoam Il or H-Shield OSFA, M-PG1, SBS-SA-H (Optional) APP-TA APP-TA -67.5
inch span Shield Insulation Plates \ 0OB500
CONVENTIONAL SYSTEMS:
Min. 23/32-inch Min. 1.5-inch Min. 0.5-inch Structodek High Density .
W-18 plywood, 24- ACFoam II, ENRGY | Note 2 1Per | Eiberboard Roof Insulation, min. 0.75- | hot asphalt BP-AA (Optional) BP-AA | SBS-AAOr |5 o
: : 20 | or APP-TA APP-TA
inch span 3 or H-Shield inch FescoBoard (homogeneous)
Min. 23/32-inch | Min. 1.5-inch Min. 0.25-inch DensDeck, DensDeck )
W-19 plywood, 24- ACFoam Il, ENRGY | Note 2 ! perz Prime or SECUROCK Gypsum-Fiber hot asphalt BP-AA or (Optional) BP-AA SBS-AA or -45.0*
; . 2.0ft APP-TA or APP-TA APP-TA
inch span 3 or H-Shield Roof Board
Min. 15/32-inch Min. 1.5-inch Trufast #12 DP or #14 HD 1 per Optional additional layer(s) of base hot asphalt, M-
W-20 plywood, 24- ACFoam Il or H- with Trufast 3”Metal 1 ‘:ftz insulation followed by Min. 0.25-inch OSFA, M-PG1, APP-TA (Optional) APP-TA | APP-TA -90.0
inch span Shield Insulation Plates ’ SECUROCK Gypsum-Fiber Roof board 0OB500
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TABLE 1c: WOOD DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

5 et Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15) MOP
ys. ec .
Fasten Attach Attach Primer
No. (Note 1) Type Note 11 Attach Type Notes 6.7 8 Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
SELF-ADHERING SYSTEMS:
. 32 ga., 1-5/8- 9-inch o.c. in 4-inch Min. 1.5-inch
I’\::;] 19/32- :E:UILLSE inch dia. tin caps | lap and 12-inch o.c. ACFoam I, Min. 0.25- Tropical (Optional)
w21 | | Bae iheet with 11 ga. in two (2), equally ENRGY 3, H- hot asphalt inch hot asphalt #410 Quick | SBS-SA san)»s N SBS-SA -45.0*
iF:1Zh s a|:1 35Q annular ring spaced, staggered Shield or Multi- DensDeck Dry
P shank nails center rows Max FA3
h halt full h halt full
Min.19/32- | TRIBUILT | 3282, 15/E ginch o.c.in 3-inch | Min. 1.5-inch coverage or My comad?
inch. Fiberalass inch dia. tin caps | lap and 8-inch o.c. in ACFoam I, OSFA gBSOO Min. 0.25- OSFA SBSOO Tropical (Optional)
W-22 vwood. 24- Base iheet with 11 ga. three (3), equally ENRGY 3, H- Pol s:at BM o’r inch Pol s;t BM o,r #410 Quick | SBS-SA SBFS)-SA SBS-SA -52.5
iTc/h s a|:1 35Q annular ring spaced, staggered Shield or Multi- Polyset CRA 4- DensDeck Polyset CRA 6- Dry
P shank nails center rows Max FA3 o ! o !
inch o.c. inch o.c.
Min.19/32- | TRI-BUILT 32 ga., 1-5/8- gincho.c.in3-inch | (Optional) Min. :c?\t/:rsapgr;acl)trf:/:l- :\:é: >3 ngtsrsaz:a:rf:/:l
. . inch dia. tin caps | lap and 8-inch o.c. in 1.5-inch ACFoam Tropical .
W-23 '”ICCVOO o 2a. ;'ab;rifzzt with 11 ga. three (3), equally II, ENRGY 3, H- S;F’:;?BB,\SAO& ZECl:Sn?_CK S;F/;\;?BB,‘:’AOS; #410 Quick | SBS-SA (s(;gflsc;nal) SBS-SA -60.0
py ! annular ring spaced, staggered Shield or Multi- ¥ Iyp Y Dry
inch span 35Q shank nails center rows Max FA3 Polyset CRA, 4- Fiber Roof Polyset CRA, 6-
inch o.c. Board inch o.c.
HYBRID SYSTEMS:
. 32 ga., 1-5/8- 9-inch o.c. in 4-inch Min. 1.5-inch
m:;] 19/32- -II:—FI:Jl(;?UIIai inch dia. tin caps | lap and 12-inch o.c. ACFoam I, (Optional) SBS-AA
W-24 lywood. 24- Base iheet with 11 ga. in two (2), equally ENRGY 3, H- hot asphalt None N/A None SBS-SA-H BP-AA or or APP- -45.0*
iK:'nZh s a|:1 35Q annular ring spaced, staggered Shield or Multi- APP-TA TA
P shank nails center rows Max FA3
. 32 ga., 1-5/8- 8-inch o.c. in 3-inch Min. 1.5-inch
m:;] 1|9\/3§(;d -II:—FI:Jl(;?UIIai inch dia. tin caps | lap and 8-inch o.c. in ACFoam I, (Optional) SBS-AA
ws | m;’XV on Bose iheet with 11 ga. three (3), equally ENRGY 3, H- hot asphalt None N/A None SBS-SA-H | BP-AAor or APP- -60.0
inch ’ 35Q annular ring spaced, staggered Shield or Multi- APP-TA TA
shank nails center rows Max FA3
CONVENTIONAL SYSTEMS:
. 32 ga., 1-5/8- 9-inch o.c. in 4-inch Min. 1.5-inch
I'\:é?] 19/32- E:;l(;?UILLsE inch dia. tin caps | lap and 12-inch o.c. ACFoam Il, Min. 0.25- Tropical BPAAor | (Optional) SBS-AA
W-26 vwood. 24- Base iheet with 11 ga. in two (2), equally ENRGY 3, H- hot asphalt inch hot asphalt #410 Quick APP-TA BP-AA or or APP- -45.0%*
iF:'nZh s a|:1 35Q annular ring spaced, staggered Shield or Multi- DensDeck Dry APP-TA TA
P shank nails center rows Max FA3
Min.19/32- | TRIBUILT | 3283, 1-5/8 gincho.c.inSinch | Min. 1.5-inch :gijf;pza:rfﬂl. Qgifripia:rf:/:'.
inch. Fiberalass inch dia. tin caps | lap and 8-inch o.c. in ACFoam I, OSFA SBSOO Min. 0.25- OSEA gBSOO Tropical BP-AA or (Optional) SBS-AA
W-27 vwood. 24- | Base iheet with 11 ga. three (3), equally ENRGY 3, H- Pol s:at BM o’r inch Pol s;at BM o‘r #410 Quick APP-TA BP-AA or or APP- -52.5
iil,h s ar‘1 35Q annular ring spaced, staggered Shield or Multi- Polyset CRA 4- DensDeck Polyset CRA 6- Dry APP-TA TA
P shank nails center rows Max FA3 . ¥ ! X ¥ ’
inch o.c. inch o.c.

ONEMO ETC, LLC

Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ and 2018 IBC

TRI-BUILT Modified Bitumen Roof Systems, (610) 893-5400

TOP OF APPENDIX

PEER-CTRBSA-001.A.R7 for FL30268-R7 (NON-HVHZ)
Revision 7: 07/29/2025
Appendix 1, Page 9 of 52




NEmoO | etc.e
TABLE 1c: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15
Sys. Deck Fast Attach Attach Primer MDP
asten acl ac
No. (Note 1) Type Attach Type Type Base PI PI Cap PI (psf)
yp (Note 11) P (Notes 6,7,8) P (Notes 6,7,8) v v PEY
. 32 ga., 1-5/8- 8-inch o.c. in 3-inch (Optional) Min. hot asphalt full .Mm' 0.25- hot asphalt full
Min. 19/32- TRI-BUILT inch dia. tin caps | lap and 8-inch o.c. in 1.5-inch ACFoam coverage or M- inch coverage or M- (Optional) SBS-AA
inch Fiberglass ch dia. P P . : OSFA, OB500, SECUROCK | OSFA, OB500, BP-AA or P
W-28 with 11 ga. three (3), equally Il, ENRGY 3, H- None BP-AA or or APP- -60.0
plywood, 24- Base Sheet A . . Polyset BM or Gypsum- Polyset BM or APP-TA
. annular ring spaced, staggered Shield or Multi- A APP-TA TA
inch span 35Q X Polyset CRA, 4- Fiber Roof Polyset CRA, 6-
shank nails center rows Max FA3 . X
inch o.c. Board inch o.c.

TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer i Li m Primer e MDP
Attac
No. Note 1 Note 3, Note 13 sf
(Note 1) (Note 3, Note 13) Type Fasten (Note 11) Neto 17 Base Ply Ply Cap Ply
SELF-ADHERING SYSTEMS:
Min. 15/32-inch (Optional) One or more . . Trufast #12 DP or #14 HD .
W-29 plywood, 24-inch layers, any combination, Min. 0.25—.|nch SECUROCK with Trufast 3” Metal ! per2 None SBS-SA (Optional) SBS- SBS-SA -30.0*
K Gypsum-Fiber Roof Board R 3.2 ft SA
span loose laid Insulation Plate
Min. 19/32—|r1ch (Optional) One 0|.' mc.)re . . 1 per Tropical . (Optional) SBS-
W-30 plywood, 24-inch layers, any combination, Min. 0.25-inch DensDeck Note 2 130 #410 Quick SBS-SA SA SBS-SA -45.0
span loose laid ’ Dry
Min. 19/32-inch (Optional) One or more . { Trufast #12 DP or #14 HD .
W-31 plywood, 24-inch layers, any combination, Min. 3/8 IPCh RECURRICK with Trufast 3” Metal ! perz None SBS-SA (Optional) SBS SBS-SA -45.0*
R Gypsum-Fiber Roof Board . 2.7 ft SA
span loose laid Insulation Plate
Min. 19/32-inch (Optional) One or more Min. 1.5-inch ACFoam I, Trufast #12 DP or #14 HD 1 per Tropical (Optional) SBS
W-32 plywood, 24-inch layers, any combination, ENRGY 3, H-Shield or Multi- with Trufast 3” Metal P #410 Quick SBS-SA P SBS-SA -45.0*
R . 2.0 ft? SA
span loose laid Max FA3 Insulation Plate Dry
Min. 15/32-inch (Optional) One or more . Tropical .
Trufast #14 HD h Truf; 1 1) SBS-
W-33 plywood, 24-inch | layers, any combination, Min. 1.5-inch ACFoam Il rufast with Trufast PET | #a10 Quick | SBS-SA (Optional) SBS SBS-SA 525
: 3” Metal Insulation Plate 1.6 ft SA
span loose laid Dry
Min. 19/32-inch (Optional) One or more Min. 1.5-inch ACFoam II, 1 per Tropical (Optional) SBS-
W-34 plywood, 24-inch layers, any combination, ENRGY 3, H-Shield or Multi- Note 2 P ) #410 Quick SBS-SA P SBS-SA -60.0
K 1.45 ft SA
span loose laid Max FA3 Dry
HYBRID SYSTEMS:
in. 15/32-i i 12D 14 HD
W-35 NlllTNojgazzllx:h |(:? petrl_g naar:) 222@::;:3:; Min. 0.25-inch DensDeck, I/ri:ﬁ:::‘ast 3?' :/lre#tz:l1 " LPer | None sBs-saH | (Optional) BP-AA | SBS-Ador | 4 o,
plywood, R ' DensDeck Prime . 2.0 ft2 or APP-TA APP-TA '
span loose laid Insulation Plate
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TABLE 1p: WOOD DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer : i Primer 2= MDP
No. (Note 1) (Note 3, Note 13) Type Fasten (Note 11) Famich Base Ply Ply Cap Ply (psf)
(Note 17)
Min. 15/32-inch (Optional) One or more . .
. R ) ) Trufast #14 HD with Trufast 1 per (Optional) APP-

W-36 plywood, 24-inch layers, a!ny combination, Min. 1.5-inch ACFoam Il 37 Metal Insulation Plate 162 None SBS-SA-H TA APP-TA -52.5
span loose laid
Min. 15/32-inch (Optional) One or more . .

. L Min. 1.5-inch ACFoam I, 1 per .

W-37 plywood, 24-inch layers, z-{ny combination, ENRGY 3 or Multi-Max FA3 Note 2 13 f2 None SBS-SA-H (Optional) BP-AA | SBS-AA -52.5
span loose laid
Min. 19/32-inch (Optional) One or more . . .

. N Min. 1.5-inch ACFoam Il or H- 1 per (Optional) BP-AA | SBS-AA or

W-38 plywood, 24-inch layers, a!ny combination, Shield Note 2 1.45 2 None SBS-SA-H or APP-TA APP-TA -60.0
span loose laid
Min. 15/32—|r1ch (Optional) Min. 1.5-inch, One Min. 1.5-inch ACFoam Il or H- Tr.ufast #12 Dli or #14 HD 1 per (Optional) APP- SBS-AA or

W-39 plywood, 24-inch or more layers, any R with Trufast 3” Metal None SBS-SA-H -75.0

- . Shield p 1.3 ft? TA APP-TA
span combination, loose laid Insulation Plate
Min. 19/32-inch (Optional) One or more ) . .
. L Min. 1.5-inch ACFoam I, 1 per (Optional) APP-

W-40 plywood, 24-inch layers, afny combination, ENRGY 3 or Multi-Max FA3 Note 2 130 None SBS-SA-H TA APP-TA -82.5
span loose laid

CONVENTIONAL SYSTEMS:

) . ) Min. 0.5-inch Structodek High
Min. 23/32-inch |

W-41 I"\]/vojg?’zlll-?:\ch I(;)F:rlsnaan) 22:12';;‘;’;‘2 Density Fiberboard Roof Note 2 1 per None BP-AA (Optional) BP-AA | SBS-AA or -45.0*
plywood, Yers, any ' Insulation, min. 0.75-inch 2.0ft2 or APP-TA APP-TA '
span loose laid

FescoBoard (homogeneous)
. . . Min. 0.25-inch DensDeck,

Witz | phywood 24mén | leers anycompingion, | DensDeck Primer wintrutos s vl | 2P | o BP-AAor | (Optional) B-AA | SBS-AROr | . o
plywaod, Yers, any ' SECUROCK Gypsum-Fiber . 2.0t APP-TA or APP-TA APP-TA :
span loose laid Insulation Plate

Roof Board
Min. 15/32-inch (Optional for Recover) Min. . . Trufast #12 DP or #14 HD .
W-43 plywood, 24-inch 1.5-inch, One or more layers, Min. 0.25-.|nch SECUROCK with Trufast 3” Metal 1 perz None APP-TA (Optional) APP- APP-TA -60.0
s . Gypsum-Fiber Roof Board R 1.45 ft TA
span any combination, loose laid Insulation Plate

Wt | pwooc2einch | ENRov 3o el loose | MM O-inchsecuroe | [RATEEREEEE  aper |\ B-Ador | (Optional) BP-AR | SBS-MOr | )
ply ! . ! Gypsum-Fiber Roof Board . 1.8 ft? APP-TA or APP-TA APP-TA '
span laid. Insulation Plate
Min. 15/32-inch (Optional for Recover) Min. s . Trufast #12 DP or #14 HD .

W-45 plywood, 24-inch 1.5-inch, One or more layers, Min. 0.25-.|nch SECUROCK with Trufast 3” Metal 1 perz None APP-TA (Optional) APP- APP-TA -67.5

s A Gypsum-Fiber Roof Board R 1.3 ft TA
span any combination, loose laid Insulation Plate
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TABLE 1e: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Insulation Layer(s) Base Sheet Roof Cover (Note 15 MDP
(Note 3, Note 13) Primer
No. (Note 1) (psf)
Type | Attach Type Fasten (Note 11) Attach Base Ply | Cap Ply
SELF-ADHERING SYSTEMS:
. . . 8-inch o.c. at min. 3-inch lap Tropical
Mm' 19/32- Min. 1.5-inch, One Prelim. | TRI-BUILT SA and 8-inch o.c. in two (2), #410 Quick (Optional)
W-46 inch plywood, or more layers, ) Note 2 SBS-SA -82.5%
. R Attach Nailbase equally spaced, staggered Dry at stress SBS-SA
24-inch span any combination
center rows plates
. . . OMG #14 HD with OMG 3 in. Round 6-inch o.c. at min. 2-inch lap Tropical
Min. 15/32- Min. 1.5-inch . . . .
Wt iné’; IS\/N?’ood Or'?nores I':cer'sone Prelim. | TRI-BUILT SA Metal Plate or Trufast #12 DP or #14 and 6-inch o.c. in three (3), #410 Quick | (Optional) SBS.SA 975+
K Py ! .y - Attach Nailbase HD with Trufast 3” Metal Insulation equally spaced, staggered Dry at stress SBS-SA '
24-inch span any combination
Plate center rows plates
. . . OMG #14 HD with OMG 3 in. Round 6-inch o.c. at min. 2-inch lap Tropical
Min. 15/32- Min. 1.5-inch
was | inch IS\/N?’ood Min. Lol ON€ | prefim. | TRI-BUILT 5A Metal Plate or Trufast #12 DP or #14 | and 6-inch o.c. in four (4), #410 Quick | (Optional) | (oo o\ 1a7or
R P ! .y .’ Attach Nailbase HD with Trufast 3” Metal Insulation equally spaced, staggered Dry at stress SBS-SA ’
24-inch span any combination
Plate center rows plates
HYBRID SYSTEMS:
. . . OMG #14 HD with OMG 3 in. Round . . Tropical
W-49 :\::;1 1I5\/Ns§c—)d xﬁ:r'g—lgm:r’sone Prelim. | TRI-BUILT Fiberglass | Metal Plate or Trufast #12 DP or #14 f;-lcr;‘cz ::)Tn ataf;n(c:)lzp Egﬁ 6- #410 Quick SBS-SA-H SBS-AA or 97.5
) Py ! VEIS, Attach Base Sheet 35Q HD with Trufast 3” Metal Insulation o » equally Dry at stress APP-TA '
24-inch span any combination spaced, staggered center rows
Plate plates
W-50 :\::r: 1|9\/stc-)d Z.gjé-l:c:r,sme Prelim. | TRI-BUILT Fiberglass |\ . , ;Icrr]fg S n attwfe:an(c??)laep 323 " None SBS-SA-H SBS-AAOT | 1050
. " ! Yers, Attach Base Sheet 35Q - » equally APP-TA '
24-inch span any combination spaced, staggered center rows
. . . OMG #14 HD with OMG 3 in. Round . . Tropical
Min. 15/32- Min. 1.5-inch -inch o.c. at 4-inch | -
W-51 ing;m IS\/N?’ood orI:mrS Ig]cer,sOne Prelim. | TRI-BUILT Fiberglass | Metal Plate or Trufast #12 DP or #14 ﬁ]lcr;co : ?naf:)url(n:) ea’il:Irl‘d 6 #410 Quick SBS-SA-H SBS-AA or 1275
. Ply ! 'y > Attach Base Sheet 35Q HD with Trufast 3” Metal Insulation - » €qually Dry at stress APP-TA '
24-inch span any combination spaced, staggered center rows
Plate plates
CONVENTIONAL SYSTEMS:
W-52 :\:L?m Zla(l\i,’(f(;d x':;cfr'i’]?c:r'sone Prelim. | TRI-BUILT Fiberglass |\ ., ;é::z: gﬁ |arf f\;;cr)‘c(g)la: ﬁ None BP-AA or SBS-AAOr | 55 o
"\ Pywood, vers, Attach | Base Sheet 35Q < » equally APP-TA APP-TA :
24-inch span any combination spaced, staggered center rows
Ws3 | inchaivwood, | ormore et | Prelm. | TRLBULT Fibergiass | inch . 1w ) eaually | Nore B-Anor | SBSMOr | oo,
" pywood, | o Attach | Base Sheet 35Q < » equatly APP-TA APP-TA '
24-inch span any combination spaced, staggered center rows
. . . OMG #14 HD with OMG 3 in. Round . . .
W-54 :\:2; IISCvscfc-)d :;’:”;;:é]:c:r'sone Prelim. | TRI-BUILT Fiberglass | Metal Plate or Trufast #12 DP or #14 |6n-|c';c2 ((:)Tn at;fe-:enf:)lip 323 6- None g?f:;rzl) SBS-AA or 975
) Ply ! 'y - Attach Base Sheet 35Q HD with Trufast 3” Metal Insulation o » equatly APP-TA '
24-inch span any combination Plate spaced, staggered center rows. APP-TA
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TABLE 1e: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck el iz LV Base Sheet Roof Cover (Note 15) MDP
(Note 3, Note 13) Primer
No. (Note 1) (psf)
Type Attach Type Fasten (Note 11) Attach Base Ply Cap Ply
. One or more . . .
Mm' 15/32- layers, any Prelim. | TRI-BUILT Fiberglass | Trufast #14 HD with Trufast 3” Metal .8-mCh 0.c. at 4-inch lap and 8- (Optional) SBS-AA or
W-55 inch plywood, " . inch o.c. at three (3) equally None BP-AA or -97.5
X thickness or Attach Base Sheet 35Q Insulation Plate APP-TA
24-inch span s spaced, staggered center rows APP-TA
combination
W-56 :\::r: 1|9\/I\:jjc-)d c'\;/:"r]n.:r.es—li-:m:r’sone Prelim. | TRI-BUILT Fiberglass | \ . , L'crﬁcz : Tn i:e:en(c:)laep 3Zﬁ " None BP-AA or SBS-AROr 650
" Pywood, vers, Attach | Base Sheet 35Q < A W APP-TA APP-TA :
24-inch span any combination spaced, staggered center rows
. . . OMG #14 HD with OMG 3 in. Round . . .
Wes7 :\::r: 1|5‘/N3§0 g c'\”:"r‘n'olr':'lgm:r’so"e Prelim. | TRI-BUILT Fiberglass | Metal Plate or Trufast #12 DP or #14 ﬁ]'c':z | aff)j;'(”:)h Lai:nd & None g‘_’xrg’:) sBs-Ador | oo
" plywood, Yers, Attach | Base Sheet 35Q HD with Trufast 3” Metal Insulation < » €qually APP-TA ‘
24-inch span any combination Plate spaced, staggered center rows. APP-TA

TABLE 1r: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet . Roof Cover (Note 15) MDP
rimer .
No. (Note 1) Base Fasten (Note 11) Attach Base Ply | Cap Ply (psf)
SELF-ADHERING SYSTEMS:
W-58 Min. 15/32-|r?ch TRI.-BUILT SA er\. 1-inch long, 12 ga. Simplex Metal Cap 6-inch o.c. at min. 2-inch lap and 6-inch o.c. in None (Optional) SBS-SA 525
plywood, 24-inch span | Nailbase Nails four (4), equally spaced, staggered center rows SBS-SA
Min. 19/32-inch -i .C. in. 2-inch | -inch o.c. i
W-59 I"\]/vo:g?’zlll-?:\ch TRI-BUILT SA 32 ga., 1-5/E g g cagiipll EX tshl'r;ceh(g)ceatu:}:n 3 alzzd itpaangrid"lcenfe: ) None (Optional) SBS-SA -52.5
Py ! Nailbase annular ring shank nails » equatly sp » StagE SBS-SA ’
span rows
. . Y W .. . 8-inch o.c. at min. 2-inch lap and 8-inch o.c. in .
Min. 19/32-inch TRI-BUILT SA 2 ga., 1-5/8- . 11 ga. |
W-60 in. 19/3 IrTC R UILTS 328, .5/8 Y dla.tm caps WgigP=a three (3), equally spaced, staggered center None (Optional) SBS-SA -60.0
plywood, 24-inch span | Nailbase annular ring shank nails rows SBS-SA
Min. 19/32-inch TRI-BUILT SA 32 ga., 1-5/8-inch dia. tin caps with 11 ga. 6-inch o.c. at min. 2-inch lap and 6-inch o.c. in (Optional)
W-61 . . . ) None SBS-SA -75.0
plywood, 24-inch span | Nailbase annular ring shank nails four (4), equally spaced, staggered center rows SBS-SA
Min. 15/32-inch TRI-BUILT SA Cap 915 1-i@diameter, 0.032-inch metal 7-inch o.c. at min. 4-inch laps and 7-inch o.c. in (Optional)
W-62 . . cap with 0.120" shank diameter, annular ring § None SBS-SA -75.0
plywood, 24-inch span | Nailbase chank nails five (5), equally spaced, staggered center rows SBS-SA
W-63 Min. 19/32-|n'ch TRI.—BUILT SA 32 ga,, 1-.5/8—|nch dla.'tln caps with 11 ga. 4-inch o.c. at min. 2-inch lap and 4-inch o.c. in None (Optional) SBS-SA 105.0
plywood, 24-inch span | Nailbase annular ring shank nails four (4), equally spaced, staggered center rows SBS-SA
HYBRID SYSTEMS:
W-64 Min. 19/32-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with 11 ga. 9-inch o.c. at 4-inch lap and 12-inch o.c. in two None SBS-SA-H SBS-AA or 45.0%
plywood, 24-inch span | Base Sheet 35Q annular ring shank nails (2), equally spaced, staggered center rows APP-TA ’
W-65 Min. 15/32-inch TRI-BUILT Fiberglass | Min. 1-inch long, 12 ga. Simplex Metal Cap 6-inch o.c. at 3-inch lap and 6-inch o.c. in four None SBS-SA-H SBS-AA or 525
plywood, 24-inch span | Base Sheet 35Q Nails (4), equally spaced, staggered center rows APP-TA ’
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TABLE 1F: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet B Roof Cover (Note 15) MDP
rimer
No. (Note 1) Base Fasten (Note 11) Attach Base Ply Cap Ply (psf)

W-66 Min. 19/32-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with 11 ga. 8-inch o.c. at 4-inch lap and 8-inch o.c. in three None SBS-SA-H SBS-AA or 525
plywood, 24-inch span | Base Sheet 3SQ annular ring shank nails (3), equally spaced, staggered center rows APP-TA ’

W-67 Min. 19/32-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with 11 ga. 8-inch o.c. at 4-inch lap and 8-inch o.c. in three None SBS-SA-H SBS-AA or 600
plywood, 24-inch span | Base Sheet 3SQ annular ring shank nails (3), equally spaced, staggered center rows APP-TA ’

W-68 Min. 19/32-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with 11 ga. 6-inch o.c. at 4-inch lap and 6-inch o.c. in four None SBS-SA-H SBS-AA or 825
plywood, 24-inch span | Base Sheet 3SQ annular ring shank nails (4), equally spaced, staggered center rows APP-TA ’

W-60 Min. 19/32—|n.ch TRI-BUILT Fiberglass | 32 ga., 1—.5/8—|nch dla..tm caps with 11 ga. 4-inch o.c. at 3-inch lap and 4-inch o.c. in four None SBS-SA-H SBS-AA or -105.0
plywood, 24-inch span | Base Sheet 3SQ annular ring shank nails (4), equally spaced, staggered center rows APP-TA

CONVENTIONAL SYSTEMS:

W-70 Min. 19/32-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with 11 ga. 9-inch o.c. at 4-inch lap and 12-inch o.c. in two None BP-AA or APP- | SBS-AA or -45.0%
plywood, 24-inch span | Base Sheet 3SQ annular ring shank nails (2), equally spaced, staggered center rows TA APP-TA ’

W-71 Min. 15/32-inch TRI-BUILT Fiberglass | Min. 1-inch long, 12 ga. Simplex Metal Cap 6-inch o.c. at 3-inch lap and 6-inch o.c. in four None (Optional) BP- | SBS-AA or 525
plywood, 24-inch span | Base Sheet 3SQ Nails (4), equally spaced, staggered center rows AA or APP-TA APP-TA ’

W-72 Min. 19/32-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with 11 ga. 8-inch o.c. at 4-inch lap and 8-inch o.c. in three None BP-AA or APP- | SBS-AA or 525
plywood, 24-inch span | Base Sheet 3SQ annular ring shank nails (3), equally spaced, staggered center rows TA APP-TA ’

W-73 Min. 19/32-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with 11 ga. 8-inch o.c. at 4-inch lap and 8-inch o.c. in three None BP-AA or APP- | SBS-AA or -60.0
plywood, 24-inch span | Base Sheet 3SQ annular ring shank nails (3), equally spaced, staggered center rows TA APP-TA ’

. . . Cap nails: 1-inch diameter, 0.032-inch metal . . . . .

W-74 Min. 15/32-|r?ch TRI-BUILT Fiberglass cap with 0.120-inch shank diameter, annular 6-inch o.c. at 4-inch lap and 6-inch o.c. at five None (Optional) BP- SBS-AA 675

plywood, 24-inch span | Base Sheet 3SQ . ) (5) equally spaced, staggered center rows AA
ring shank nails.

W-75 Min. 19/32-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with 11 ga. 6-inch o.c. at 4-inch lap and 6-inch o.c. in four None BP-AA or APP- | SBS-AA or 825
plywood, 24-inch span | Base Sheet 3SQ annular ring shank nails (4), equally spaced, staggered center rows TA APP-TA ’

W-76 Min. 19/32-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with 11 ga. 4-inch o.c. at 3-inch lap and 4-inch o.c. in four None BP-AA or APP- | SBS-AA or 105.0
plywood, 24-inch span | Base Sheet 3SQ annular ring shank nails (4), equally spaced, staggered center rows TA APP-TA ’
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TABLE 1G: WOOD DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet Brl Roof Cover (Note 15) MDP
rimer
No. (Note 1) Base Fasten (Note 11) | Attach Base Ply Cap Ply (psf)
SELF-ADHERING SYSTEMS:
APA rated, T“'”' 7/16 . ) . . . Tropical #410
CAT, 0.418in., TRI-BUILT SA Trufast Versa Fastener & Plates, two (2) 9-inch o.c. at min. 3-inch lap and 12-inch o.c. in ‘
X N Quick Dry at None SBS-SA -60.0*
Exposure 1, OSB, 24- Nailbase screws per plate at 180° from each other* two (2), equally spaced, staggered center rows
W-77 . stress plates
inch span
Note: | *For re-roof (tear-off) or recover applications, field withdrawal resistance testing (Note 11) shall yield minimum 109 Ibf. Additional Versa-Fast Fasteners within each Versa-Fast Plate
may be utilized to produce minimum withdrawal resistance. For recover installations, screws shall be of sufficient length for minimum 1” penetration through OSB sheathing.
. . . . . . X Tropical #410 .
W-78 Min. 19/32—|n.ch TRI.—BUILT SA Note 2 8-inch o.c. at min. 3-inch lap and 8-inch o.c. in Quick Dry at (Optional) SBS-SA _82.5*
plywood, 24-inch span | Nailbase two (2), equally spaced, staggered center rows SBS-SA
stress plates
MG #14 HD with OM in. R Metal Tropical #41
Min. 15/32-inch TRI-BUILT SA OMG with OMG 3in. Round Metal | ey, o - Somin. 2-inchllap andlg-inch o.c. in ropical #3101 4ional)
W-79 . . Plate or Trufast #12 DP or #14 HD with Quick Dry at SBS-SA -97.5%
plywood, 24-inch span | Nailbase ” ) three (3), equally spaced, staggered center rows SBS-SA
Trufast 3” Metal Insulation Plate stress plates
. . OMG #14 HD with OMG 3 in. Round Metal . . . . R Tropical #410 .
wan | I | AT | o oo | OSSR T s troc | ailionu | D00 s | s
ply ! P Trufast 3” Metal Insulation Plate » equatly sp » Stagg stress plates
HYBRID SYSTEMS:
Min. 15/32-inch TRI-BUILT Fiberglass OMG #14 HD with OMG 3 in. Round.MetaI 6-inch o.c. at 4-inch lap and 6-inch o.c. in three Trqplcal #410 SBS-AA or
w-81 lywood, 24-inch span | Base Sheet 35Q Plate or Trufast #12 DEgp#14 RQwith (3), equally spaced, staggered center rows Quick Dry at SBS-SA-H APP-TA 975
ply ! P Trufast 3” Metal Insulation Plate » €qually sp »Stage stress plates
Min. 19/32-inch TRI-BUILT Fiberglass 7-inch o.c. at 3-inch lap and 7-inch o.c. in three SBS-AA or
W-82 N 2 N BS-SA-H -105.
8 plywood, 24-inch span | Base Sheet 3SQ ote (3), equally spaced, staggered center rows one 5855 APP-TA 05.0
Min. 15/32-inch TRI-BUILT Fiberglass OMG #14 %8 with OMG gy Round.MetaI 6-inch o.c. at 4-inch lap and 6-inch o.c. in four Trqplcal #410 SBS-AA or
W-83 lywood, 24-inch span | Base Sheet 35Q Plate or Tru3Qu12 Qipr # QD wiiy (4), equally spaced, staggered center rows Quick Dry at SBS-SAH APP-TA 1275
ply ! P Trufast 3” Metal Insulation Plate » €qually sp »stage stress plates
CONVENTIONAL SYSTEMS:
W-84 Min. 23/32—|rTch TRI-BUILT Fiberglass Note 2 12-inch o.c. at 4-inch lap and 36-inch o.c. in two None BP-AA or SBS-AA or -30.0%
plywood, 24-inch span | Base Sheet 3SQ (2), equally spaced, staggered center rows APP-TA APP-TA
W-85 Min. 23/32—|rTch TRI-BUILT Fiberglass Note 2 12-inch o.c. at 4-inch lap and 24-inch o.c. in two None BP-AA or SBS-AA or 45.0%
plywood, 24-inch span | Base Sheet 35Q (2), equally spaced, staggered center rows APP-TA APP-TA
OMG #14 HD with OMG 3 in. R d Metal Opti |
Min. 15/32-inch TRI-BUILT Fiberglass 4 in- Round ME8T 1 6.inch o.c. at 4-inch lap and 6-inch o.c. in three (Optional) SBS-AA or
W-86 lywood, 24-inch span | Base Sheet 35Q Rgie or Jrurast #12 DP or #14 HD with (3), equally spaced, staggered center rows None BP-AA or APP-TA 975
ply ! P Trufast 3” Metal Insulation Plate » equally sp » 31388 APP-TA
W-87 Min. 15/32-inch TRI-BUILT Fiberglass | Trufast #14 HD with Trufast 3” Metal 8-inch o.c. at 4-inch lap and 8-inch o.c. at three None (Optional) SBS-AA 975
plywood, 24-inch span | Base Sheet 3SQ Insulation Plate (3) equally spaced, staggered center rows BP-AA ’
Min. 19/32-inch TRI-BUILT Fiberglass 7-inch o.c. at 3-inch lap and 7-inch o.c. in three BP-AA or SBS-AA or
W-88 Note 2 N -105.0
plywood, 24-inch span | Base Sheet 3SQ ote (3), equally spaced, staggered center rows one APP-TA APP-TA
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TABLE 1G: WOOD DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmMoO | etc.e

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER
System Deck Base Sheet - Roof Cover (Note 15) MDP
rimer P
No. (Note 1) Base Fasten (Note 11) Attach Base Ply Cap Ply (psf)
Min. 15/32-inch TRI-BUILT Fiberglass OMG #14 HD with OMG 3 in. Round.MetaI 6-inch o.c. at 4-inch lap and 6-inch o.c. in four (Optional) SBS-AA or
W-89 lywood, 24-inch span | Base Sheet 35Q Plate or Trufast #12 DP or #14 HD with @) 0 d st red center row None BP-AA or APP-TA -127.5
plywood, ch spa ase >hee Trufast 3” Metal Insulation Plate r Ay P, e o APP-TA
TABLE 1H: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER
Roof Cover (Note 15
System Deck Primer ver (Note 15) MDP (psf)
No. (Note 1) Base Ply Ply Cap Ply
W-90 Min. 15/32-inch plywood, 24-inch span (Optional) Tropical #410 Quick Dry SBS-SA-H (Optional) APP-TA APP-TA -127.5
W-91 Min. 15/32-inch plywood, 24-inch span (Optional) Tropical #410 Quick Dry SBS-SA (Optional) SBS-SA SBS-SA -127.5
W-92 Min. 15/32-inch plywood, 24-inch span None SBS-SA-H (Optional) SBS-SA SBS-SA -217.5

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ and 2018 IBC
TRI-BUILT Modified Bitumen Roof Systems, (610) 893-5400

TOP OF APPENDIX

PEER-CTRBSA-001.A.R7 for FL30268-R7 (NON-HVHZ)

Revision 7: 07/29/2025
Appendix 1, Page 16 of 52




TABLE 2A: STEEL OR STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck e e MDP
ttac ac
No. Note 1 sf
(Note 1) Type Fasten (Note 11) ote 17 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
SELF-ADHERING SYSTEMS:
Optional min. 1.5-inch
. . . L hot asphalt, M-
Min. 22 ga., type B, Grad.e Min. 2-inch 1 per ?ddltlo.nal layer(s) base . OSFA, 0B500, (Optional) SBS-
S-1 33 steel or min. 2,500 psi ACFoam Il, ENRGY | Note 2 2.0 f2 insulation, followed by min. Polyset BM SBS-SA A SBS-SA -37.5*
structrual concrete 3 or H-Shield ’ 0.25-inch SECUROCK Polyset CRPi
Gypsum-Fiber Roof Board 4
Optional min. 1.5-inch
Min. 22 ga., type B, Grade Min. 1.5-inch 1 per additional layer(s) base g(;t':zs%\:;t(,x;\/l (Optional) SBS-
S-2 33 steel or min. 2,500 psi ACFoam Il, ENRGY | Note 2 5 (r))ftZ insulation, followed by min. Pol s:-:‘t BM ! SBS-SA SAp SBS-SA -45.0*
structrual concrete 3 or H-Shield ’ 0.25-inch SECUROCK Polyset CR/-{
Gypsum-Fiber Roof Board 4
Min. 22 ga., type B, Grade Min. 2-inch [ . . .
s-3 | 40steelormin. 2,500 psi | ACFoamllorH- | Note2 Lper | Tin. 2-incQl- ShEQEE M-OSFA or M-PG1 | SBS-SA (Optional) SBS- | g5 cp -45.0
. 2.7 ft2 | Composite CG SA
structrual concrete Shield
Min. 22 ga., type B, Grade Min. 2-inch Dekfast DF-#12-PH3 or . R . .
-4 | 40steelormin. 2,500 psi | ACFoamllorH- | Dekfast DF-#14-PH3 with 21 e 2/'0':1 zo's?tceh CHGSh'e'd Hb M-OSFA or M-PG1 | SBS-SA (s(ipt'ma') B 1 sessa -52.5
structrual concrete Shield Dekfast PLT-R-3 ’ P
Min. 22 ga., type B, Grade Min. 2-inch Dekfast DF-#12-PH3 or . . . .
s-5 | 80steel or min. 2,500 psi | ACFoam Il or H- Dekfast DF-#14-PH3 with Lper | Min. 2.5-inch H-Shield HD M-OSFA or M SBS-SA (Optional) SBS SBS-SA 825
. 1.6 ft2 | Composite CG PG1, 6-inch o.c. SA
structrual concrete Shield Dekfast PLT-R-3
HYBRID SYSTEMS:
Min. 22 ga., type B, Grade Min. 2-inch . . . .
S-6 | 40steelor min. 2,500 psi | ACFoamllorH- | Note 2 Lper | Min. 2-inch H-Shield HD M-OSFA or M-PG1 | sBs-sa-H | (OPtionallBP-AA 1 SBS-Ador |0 o
: 2.7 ft2 | Composite CG or APP-TA APP-TA
structrual concrete Shield
Min. 22 ga., type B, Grade Min. 2-inch Dekfast DF-#12-PH3 or . . . .
$-7 | 40steelormin. 2,500 psi | ACFoam llorH- | Dekfast DF-#14-PH3 with Lper | Min. 2-inch H-Shield HD M-OSFA or M-PG1 | sBs-sa-H | (OPtionall BP-AA 1} SBS-Aor | o, o
. 2.0ft> | Composite CG or APP-TA APP-TA
structrual concrete Shield Dekfast PLT-R-3
Min. 22 ga., type B, Grade Min. 1.5-inch Trufast #12 DP or #14 HD . . hot asphalt, M- )
58 | 33steelormin. 2,500 psi | ACFoam llorH- | with Trufast 3”Metal 114’;ef'tz x’igdl's inch ACFoam llor H- | ¢c ) 01 pG1, SBS-SA-H (T(ipt'ma') APP= | App-TA 67.5
structrual concrete Shield Insulation Plates ' OB500
Min. 22 ga., type B, Grade Min. 1.5-inch Trufast #12 DP (steel only) . . .
59 | 40steel ormin. 2,500 psi | ACFoamllorH- | or #14 HD with Trufast 3” Lper | Min. 0.25-inch SECUROCK M-OSFA, MPGL, | qggsapy | (OPtional APP- 1 jpp -75.0
R . 1.6 ft Gypsum-Fiber Roof Board OB500 TA
structrual concrete Shield Metal Insulation Plate
Min. 22 ga., type B, Grade Min. 2-inch Dekfast DF-#12-PH3 or . . . .
510 | 80steelormin. 2,500 psi | ACFoamllorH- | Dekfast DF-#14-PH3 with 1per | Min. 2.5-inch H-Shield HD M-OSFA or M ses-sah | (OPHONalAPP- ) oo ra -82.5
R 1.6 ft Composite CG PG1, 6-inch o.c. TA
structrual concrete Shield Dekfast PLT-R-3
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TABLE 2A: STEEL OR STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - e MDP
Attac| ac
No. Note 1 sf
(Note 1) Type Fasten (Note 11) ote 17 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Min. 22 ga., type B, Grade . . Trufast #12 DP (steel only) . . .
Ss-11 | 33 steel or min. 2,500 psi | MM 1-3-inch or #14 HD with Trufast 3” Lper | Min. 0.5-inch SECUROCK OB500, 4-inch o.c. | SBS-SA-H (Optional) APP- | \pp 1p -90.0*
ENRGY 3 . 1.0 ft? Gypsum-Fiber Roof Board TA
structrual concrete Metal Insulation Plate
CONVENTIONAL SYSTEMS:
Optional min. 1.5-inch
. . . . hot asphalt, M-
Min. 22 ga., type B, Grad.e Min. 2-inch 1 per .addltlo.nal layer(s) base \ OSFA, OB500, BP-AA or (Optional) BP-AA | SBS-AA or
S-12 33 steel or min. 2,500 psi ACFoam Il, ENRGY | Note 2 200 insulation, followed by min. Polvset BM APP-TA or APP-TA APP-TA -37.5*%
structrual concrete 3 or H-Shield ’ 0.25-inch SECUROCK Polyset CR/—{
Gypsum-Fiber Roof Board 4
Optional min. 1.5-inch
additional layer(s) base
Min. 22 ga., type B, Grade Min. 1.5-inch insulation, followed by min. )
S-13 33 steel or min. 2,500 psi ACFoam Il, ENRGY | Note 2 1 per 0.5-inch Structodek High hot asphalt BP-AA (Optional) BP-AA | SBS-AA or -45.0*
) 2.0 ft? - or APP-TA APP-TA
structrual concrete 3 or H-Shield Density Fiberboard Roof
Insulation, min. 0.75-inch
FescoBoard (homogeneous).
Optional min. 1.5-inch
Min. 22 ga., type B, Grade Min. 1.5-inch additional layer(s) base .
1 BP-AA 1) BP-AA BS-AA
S-14 33 steel or min. 2,500 psi ACFoam Il, ENRGY | Note 2 5 g?trz insulation, followed by min. hot asphalt APP-TAor E)?TII’C;:‘?A) ZP?’—TA or -45.0*
structrual concrete 3 or H-Shield \ 0.25-inch DensDeck or
DensDeck Prime
Optional min. 1.5-inch
. . . . hot asphalt, M-
Min. 22 ga., type B, Gradg Min. 1.5-inch 1 per faddltlo'nal layer(s) base ' OSFA, OB500, BP-AA or (Optional) BP-AA | SBS-AA or
S-15 33 steel or min. 2,500 psi ACFoam Il, ENRGY | Note 2 202 insulation, followed by min. Polvset BM APP-TA or APP-TA APP-TA -45.0*
structrual concrete 3 or H-Shield ’ 0.25-inch SECUROCK Polyset CR/-{
Gypsum-Fiber Roof Board 4
Optional min. 1.5-inch
additional layer(s) base
Min. 22 ga., type B, Grade Min. 2-inch insulation, followed by min. .
S-16 33 steel or min. 2,500 psi ACFoam Il, ENRGY | Note 2 1 per 0.5-inch Structodek High hot asphalt BP-AA (Optional) BP-AA | SBS-AA or -45.0*
! 3.2 ft? X . or APP-TA APP-TA
structrual concrete 3 or H-Shield Density Fiberboard Roof
Insulation, min. 0.75-inch
FescoBoard (homogeneous).
Optional min. 1.5-inch
Min. 22 ga., type B, Grade Min. 2-inch additional layer(s) base .
1 BP- BP- BS-
S-17 33 steel or min. 2,500 psi ACFoam Il, ENRGY | Note 2 3 Zp?trz insulation, followed by min. hot asphalt AI;:-?Aor g?r:;c;)rﬁz P-AA ZP?’—'?\I'Q or -45.0%*
structrual concrete 3 or H-Shield ’ 0.25-inch DensDeck or
DensDeck Prime
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NEmoO | etc.e
TABLE 2A: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck e e MDP
ttac ac|
No. Note 1 sf
(Note 1) Type Fasten (Note 11) ote 17 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Min. 1.5-inch
Min. 22 ga., type B, Grade . . .
h R ACFoam II, ENRGY 1 per Min. 0.75-inch FescoBoard (Optional) BP-AA | SBS-AA or
S-18 33 steel or min. 2,500 psi 3 or Multi-Max Note 2 1302 (homogeneous) hot asphalt BP-AA or APP-TA APP-TA -52.5
structrual concrete
FA3
. . . hot asphalt, M-
519 2/'3';3; ii';:i‘:]pilss’o%ra‘:ie /'\\Aclgéi;nﬁhENR v | Note 2 1per | Min.0.25-inch SECUROCK OSFA, OB500, BP-AA or (Optional) BP-AA | SBS-AA or 600
P £oPUP L 1.6 ft* | Gypsum-Fiber Roof Board Polyset BM, APP-TA or APP-TA APP-TA ’
structrual concrete 3 or H-Shield
Polyset CRA
Min. 1.5-inch
Min. 22 ga., type B, Grade . . . .
; ) ACFoam Il, ENRGY 1 per Min. 0.5-inch Structodek High (Optional) BP-AA | SBS-AA or
$20 | 33steelormin. 2500psi | 5 o\ | MOt 2 13ft2 | Density Fiberboard hotasphalt BP-AA or APP-TA APP-TA 67>
structrual concrete
FA3
o1 | womis ii';;;pi'séo%ra‘:ie ZAC'EO;;I'I”Z? " Z;‘;::Zt:ézw o (;:Sf;;”;},’) Lper | Min.0.25-inch SECUROCK M-OSFA, M-PG1, | BP-AAor | (Optional) BP-AA | SBS-AAor |
. P A . 1.6 ft> | Gypsum-Fiber Roof Board 0OB500 APP-TA or APP-TA APP-TA '
structrual concrete Shield Metal Insulation Plate
. g’;”;tj; i::';‘mp‘;%o%ra‘:f Min. 1.5-inch Z;‘ﬁit:ézw 'ID; (TS:E:’;;";},') 1per | Min. 0.5-inch SECUROCK 0B500. d.inch o.c. | BPAACT (Optional) BP-AA | SBS-AAor | o,
T P ENRGY 3 . 1.0ft?> | Gypsum-Fiber Roof Board ! | APP-TA or APP-TA APP-TA '
structrual concrete Metal Insulation Plate
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer(s) - y . 2 MDP
Attach Primer
No. (Note 1) (Note 3, Note 13) Type Fasten (Note 11) Base Ply Ply Cap Ply (psf)
Note 17)
SELF-ADHERING SYSTEMS:
Min. 22 ga., type B, Grade (Optional) One or more . ) .
S-23 33 steel or min. 2,500 psi layers, any Min. 0.25 'mch SECUROCK Note 2 1 per None SBS-SA (Optional) SBS SBS-SA -30.0*
- . Gypsum-Fiber Roof Board 3.2 ft? SA
structrual concrete combination, loose laid
Min. 22 ga., type B, Grade (Optional) One or more . . Trufast #12 DP (steel only) .
S-24 33 steel or min. 2,500 psi layers, any Min. 0.25 .|nch SECUROCK or #14 HD with Trufast 3” 1 per None SBS-SA (Optional) SBS SBS-SA -37.5%
L . Gypsum-Fiber Roof Board . 2.7 ft? SA
structrual concrete combination, loose laid Metal Insulation Plate
Min. 22 ga., type B, Grade (Optional) One or more ) ) .
25 | 33steelormin. 2,500 psi | layers, any Min. 3/8-inch SECUROCK Note 2 LPer | None sps-sa | (OPtonal)SBS- 1 gpo o -45.0*
L . Gypsum-Fiber Roof Board 2.7 ft SA
structrual concrete combination, loose laid
Min. 22 ga., type B, Grade (Optional) One or more . .
$26 | 33steelormin. 2,500 psi | layers, any Min. 0.25-inch DensDeck Note 2 Lper | Tropical #410 | oo o, | (Optional) SBS SBS-SA -45.0
) . 1.3 ft2 | Quick Dry SA
structrual concrete combination, loose laid
Min. 22 ga., type B, Grade (Optional) One or more Trufast #14 HD with . .
. . . . . 1 T 1 #41 1) SBS-
$-27 | 40steel ormin. 2,500 psi | layers, any Min. 1.5-inch ACFoam |l Trufast 3” Metal Insulation per | Tropical #310 | oo o | (Optional) SBS SBS-SA -67.5
. ) 1.8 ft2 | Quick Dry SA
structrual concrete combination, loose laid Plate
Min. 22 ga. B i | Trufast #14 HD with
in. 22 ga, type B, Grade | (Optional) One ormore | o o ¢ inch secUROCK rutast #14 HD with -~ lper | Tropical #410 (Optional) SBS-
S-28 40 steel or min. 2,500 psi layers, any . Trufast 3” Metal Insulation R SBS-SA SBS-SA -82.5
L . Gypsum-Fiber Roof Board 1.6 ft2 | Quick Dry SA
structrual concrete combination, loose laid Plate
Trufast #15 EHD (steel
in. . i . . Trufast #14 HD . .
Min. 22 ga., type B, Grad.e (Optional) One or more Min. 1.5-inch ACFoam Il or H- only) or Trufast ) 1per | Tropical #410 (Optional) SBS-
S-29 40 steel or min. 2,500 psi layers, any . (concrete only) with ) R SBS-SA SBS-SA -97.5
S . Shield N . 1.0ft Quick Dry SA
structrual concrete combination, loose laid Trufast 3” Metal Insulation
Plate
HYBRID SYSTEMS:
$30 g’g:t ezezl i‘:';]:i‘;pezBs’oGora‘:ie I(:)petr';’”aar:) Oneormore. | v 0.25-inch DensDeck, Note 2 Lper | SBS-SA- | (Optional) BP-AA | SBS-AAor | o
. P v ! y . DensDeck Prime 2.0 ft2 H or APP-TA APP-TA ’
structrual concrete combination, loose laid
Min. 22 ga., type B, Gradg (Optional) One or more Min. 0.25-inch SECUROCK Trufast #12 l?P (steel onl}l/) 1 per SBS-SA- (Optional) BP-AA | SBS-AA or
S-31 33 steel or min. 2,500 psi layers, any . or #14 HD with Trufast 3 None -37.5*
L . Gypsum-Fiber Roof Board . 2.7 ft? H or APP-TA APP-TA
structrual concrete combination, loose laid Metal Insulation Plate
Min. 22 ga., t B, Grad Opti 1)O Trufast #12 DP (steel onl
in. 22 ga., type B, Grade | (Optional) One ormore | ... /g i securocK rufast #12 DP (steelonly) | ) SBS-SA- | (Optional) BP-AA | SBS-AA or
S-32 33 steel or min. 2,500 psi layers, any . or #14 HD with Trufast 3 ) None -45.0*
S . Gypsum-Fiber Roof Board X 2.7 ft H or APP-TA APP-TA
structrual concrete combination, loose laid Metal Insulation Plate
Min. 22 ga., type B, Grade (Optional) One or more Trufast #14 HD with )
S-33 40 steel or min. 2,500 psi layers, any Min. 1.5-inch ACFoam Il Trufast 3” Metal Insulation 115?:2 None SHBS SA (T(Zptlonal) APP APP-TA -67.5
structrual concrete combination, loose laid Plate ’
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer(s) : i Primer 2= MDP
No. (Note 1) (Note 3, Note 13) Type Fasten (Note 11) s Base Ply Ply Cap Ply (psf)
Note 17,
. . Trufast #12 DP (steel only)
o 3'\)/'3'2;; i":';;i‘;pezBs’O%ra‘:f I(:)F;tr'snaar:) Oneormore |\ v 1 5.inch ACFoam Il or H- | or Trufast #14 HD with Lper | SBS-SA- | (Optional) APP- | SBS-AA or 50
S0P yers, any . Shield Trufast 3” Metal Insulation | 1.45 ft2 H TA APP-TA ’
structrual concrete combination, loose laid
Plate
Min. 22 ga., t}lpe B, Gradfz (Optional) One or more Min. 0.5-inch SECUROCK Trufast #34 HD with . .. SBS-SA- (Optional) APP-
S-35 40 steel or min. 2,500 psi layers, any . Trufast 3” Metal Insulation None APP-TA -82.5
L . Gypsum-Fiber Roof Board 1.6 ft? H TA
structrual concrete combination, loose laid Plate
Min. 22 ga. B i | Trufast #12 DP | onl
in. 22 ga, type B, Grade | (Optional) One ormore |\ o ¢ i ch secuROCK rufast #12 DP (steel only) | =, - SBS-SA- | (Optional) APP-
S-36 33 steel or min. 2,500 psi layers, any . or #14 HD with Trufast 3 None APP-TA -82.5
Lo . Gypsum-Fiber Roof Board . 1.45 ft2 H TA
structrual concrete combination, loose laid Metal Insulation Plate
a7 g/gr;tezé i?‘;:z‘szs’O%ra‘:ie I(Spetr';’”aar:) Oneormore |\ 1 5iinch ACFoam Il, ol Lper | o SBS-SA- | (Optional) APP- | SBS-AA or 825
< £200P vers, any ) ENRGY 3 or Multi-Max FA3 1.3 ft? H TA APP-TA '
structrual concrete combination, loose laid
Trufast #15 EHD (steel
Min. 22 ga., type B, Grade | (Optional) One ormore |\ 4 o i ACFoam J1or H- | OMY) Or Trufast#14 HD 1 per SBS-SA- | (Optional) APP- | SBS-AA or
S-38 40 steel or min. 2,500 psi layers, any Shield (concrete only) with 1.0 None H TA APP-TA -97.5
structrual concrete combination, loose laid Trufast 3” Metal Insulation '
Plate
Min. 22 ga., type B, Grade (Optional) One or more . . Trufast #12 DP (steel only) .
Min. 0.5- ECUR 1 BS-SA- 1) APP-
S-39 33 steel or min. 2,500 psi layers, any in. 0.5 "?(:h . or #14 HD with Trufast 3” perz None SB5-S (Optional) APP-TA -135.0
Lo ) Gypsum-Fiber Roof Board i 1.0ft H TA
structrual concrete combination, loose laid Metal Insulation Plate
CONVENTIONAL SYSTEMS:
540 ?':/gr;tj; i?';]:?;pezBs’oGoragf I(Spetrlsnaar:) One or more Min. 0.75-inch FescoBoard Note 2 1 per None BP-AA (Optional) BP-AA | SBS-AA or -30.0*
T P Yers, any . (homogeneous) 2.7 ft? or APP-TA APP-TA '
structrual concrete combination, loose laid
Min. 22 ga., type B, Gradg (Optional) One or more Min. 9.5—!nch Structodek High 1 per (Optional) BP-AA | SBS-AA or
S-41 33 steel or min. 2,500 psi layers, any Density Fiberboard Roof Note 2 None BP-AA -37.5%
L . . 4.0 ft2 or APP-TA APP-TA
structrual concrete combination, loose laid Insulation
542 ?'\,/g :tjezl i?';fiynpez?o%raff |(S petr'_f r]aar:) OETMOTe. | Min. 0.25-inch SECUROCK Note 2 Lper | None Bp-AA | (OPHONA)BP-AA | SBS-Ador | 4, o
- 200 P yers, any ) Gypsum-Fiber Roof Board 4.0 ft? or APP-TA APP-TA '
structrual concrete combination, loose laid
in. 22 ga. B i . . .
caz | aan 2283, 0C S’OG(Jra‘:ie I‘S‘;‘g”:r:) Oneormore | iy 9.25-inch SECUROCK Note 2 Lper | o BP-AAor | (Optional) BP-AA | SBS-AAOr | . .
£o00P K°rs, any | Gypsum-Fiber Roof Board 4.0ft2 APP-TA | or APP-TA APP-TA '
structrual concrete combination, loose laid
. \ Min. 0.5-inch Structodek High
Min. 22 ga., t B, Grad Opt 1) O
s-44 33I r;teel i? ;ni\:wpez s’oorasie I(a IOerl_:,) naan) e OTMOTE | Density Fiberboard Roof Note 2 Lper 1 None Bp-aa | (OPHONANBP-AA | SBS-AAor | o .
- ooRop gers. 2 _ | Insulation, min. 0.75-inch 2.0 or APP-TA APP-TA '
structrual concrete combination, loose laid
FescoBoard (homogeneous)
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer(s) : i Primer 2= MDP
No. (Note 1) (Note 3, Note 13) Type Fasten (Note 11) s Base Ply Ply Cap Ply (psf)
Note 17,
cas 3'\)/'3';5; iz:"r:iynp‘;Bs'O%ra‘:f I(:)F;tr';’”aar:) Oneormore | iy 0.25-inch DensDeck or Note 2 lper | o BP-AAor | (Optional) BP-AA | SBS-AAOr |
- S200P vers, any | DensDeck Prime 2.0 ft2 APP-TA | or APP-TA APP-TA :
structrual concrete combination, loose laid
. . . Trufast #12 DP (steel only)
Min. 22 ga., t B, Grad Min. 1.5-inch, O
a6 | 33 ot e o os | more trone " | Min. 0.25-inch SECUROCK or Trufast #14 HD with Lper | o AppTa | (OPtiomal APP- | 600
&0 Jayers, any ) Gypsum-Fiber Roof Board Trufast 3” Metal Insulation | 1.45 ft2 TA ’
structrual concrete combination, loose laid Plate
Min. 22 ga. B Min. 2-inch ACFoam I|
sa7 | 33selormin2 s'oGora(sjie ENRGY 3 or shelg, | Min-0:5inch SECUROCK Note 2 Per | None BP-Anor | (Optional) BP-AR | SBS-AAor | 5
. P . ! Gypsum-Fiber Roof Board 1.8 ft2 APP-TA or APP-TA APP-TA '
structrual concrete loose laid.
car | S en sste | fomtont necrmre [y osipnsicuroce | DI ol | e [ [ormnor | o sean | sssanor |
&L P yers, any ) Gypsum-Fiber Roof Board . 1.45 ft2 APP-TA or APP-TA APP-TA ’
structrual concrete combination, loose laid Metal Insulation Plate
Min. 22 ga., type B, Grade . . . . Trufast #14 HD with
S-49 33 steel or min. 2,500 psi Min. 1'? inch ACFoam Il M!n. 0.5-inch DensDeck Trufast 3” Metal Insulation 1 per None BP-AA (Optional) BP-AA | SBS-AA -112.5
or H-Shield Prime 1.3 ft?
structrual concrete Plate
Min. 22 ga., type B, Grad.e (Optional) One or more Min. 0.5-inch SECUROCK Trufast #12 I?P (steel onl}’/) 1 per BP-AAor | (Optional) BP-AA | SBS-AA or
S-50 33 steel or min. 2,500 psi layers, any . or #14 HD with Trufast 3 , | None -135.0
L . Gypsum-Fiber Roof Board X 1.0ft APP-TA or APP-TA APP-TA
structrual concrete combination, loose laid Metal Insulation Plate
Min. 22 ga., type B, Grade . . . . Trufast #14 HD with
S-51 33 steel or min. 2,500 psi Min. 1'5. inch ACFoam I Min. 0.5 |r.1ch SECURPCK Trufast 3” Metal Insulation ! perz None BP-AA (Optional) BP-AA | SBS-AA -157.5
or H-Shield Gypsum-Fiber Roof Board 1.3ft
structrual concrete Plate
Min. 22 ga., type B, Grade . . . . Trufast #14 HD with
552 | 33steelormin. 2,500 psi | - 1-5-inch ACFoam i\ Min. 0.5-inch DensDeck Trufast 3” Metal Insulation |+ P%" | None BP-AA | (Optional) BP-AA | SBS-AA -157.5
or H-Shield Prime 1.0ft
structrual concrete Plate
Min. 22 ga., type B, Grade . . . . Trufast #14 HD with
Min. 1.5-inch A | Min. 0.5-inch SECUROCK 1
S-53 33 steel or min. 2,500 psi n 5 inch AGPaM R n. 0.5 |r?c . UROC Trufast 3” Metal Insulation perz None BP-AA (Optional) BP-AA | SBS-AA -172.5
or H-Shield Gypsum-Fiber Roof Board 1.0ft
structrual concrete Plate

©NEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ and 2018 IBC
TRI-BUILT Modified Bitumen Roof Systems, (610) 893-5400
TOP OF APPENDIX

PEER-CTRBSA-001.A.R7 for FL30268-R7 (NON-HVHZ)
Revision 7: 07/29/2025
Appendix 1, Page 22 of 52



TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmoO | etc.e

System Deck el iz LV Base Sheet Roof Cover (Note 15) MDP
N (Note 3, Note 13) .
o. (Note 1) _(QS [
Type | Attach Type Fasten (Note 11) Attach Base Ply | Cap Ply
SELF-ADHERING SYSTEMS:
Min. 22 ga., type B, Grad.e Min. 1.5-inch, One prelim. . 9-|r1ch o.c. a!: min. 2-inch lap and (Optional) SBS-
S-54 33 steel or min. 2,500 psi or more layers, any Attached TRI-BUILT SA Nailbase Note 2 18-inch o.c. in two (2), equally SA SBS-SA -45.0*
structrual concrete combination spaced, staggered center rows
Min. 22 ga. B Min. 1.5-inch 12-inch o.c. in. 2-inch | .
in ga,type ,Gradg in. 1.5-inch, One prelim. . !nc 0.c f'"t min. 2-inch lap and (Optional) SBS-
S-55 33 steel or min. 2,500 psi or more layers, any Attached TRI-BUILT SA Nailbase Note 2 12-inch o.c. in two (2), equally A SBS-SA -52.5%
structrual concrete combination spaced, staggered center rows
Min. 22 ga., type B, Grad.e Min. 1.5-inch, One prelim. . 12-inch o.c. jat min. 4-inch lap and (Optional) SBS- .
S-56 33 steel or min. 2,500 psi or more layers, any Attached TRI-BUILT SA Nailbase Note 2 12-inch o.c. in two (2), equally SA SBS-SA -60.0
structrual concrete combination spaced, staggered center rows
. . ) 8-inch o.c. at min. 4-inch lap and 8-
Min. 22 ga., type B Grad.e Min. 1.5-inch, One Prelim. TRI-BUILT SA Nailbase (laid inch o.c. in two (2), equally spaced, | (Optional) SBS- "
S-57 33 steel or min. 2,500 psi or more layers, any Note 2 A SBS-SA -82.5
structrual concrete combination Attached parallel to deck flutes) staggered center rows, Tropical SA
#410 Quick Dry at stress plates
CONVENTIONAL SYSTEMS:
S5 | 330tec i 2500 ps | ormore mere, sy | Prem: | TRLBULT Fibergasssase |\ e ot 2), vty spaced, | BPAROTAPP | SESAOr | o
P SoPUP e AYers, aNY | attached | Sheet 35Q < » equatly spaced, | pp APP-TA :
structrual concrete combination staggered center rows
S5 | 33stect i 2,500 ps | ormore ayers,amy | Preim: | TRHBULT Fivergasssase |\, e 0.t 2), el spaced, | BPAROTAPP | SESAr | o,
- £o0P e AYers, anY | attached | Sheet 35Q < s equatly spaced, | pp APP-TA :
structrual concrete combination staggered center rows
Min. 22 ga. B Min. 1.5-inch 12-inch o.c. -inch | 12-
S-60 33”;teel i“: ;nti\|1'1peZ éocg)ra‘:ie orl:]nors I:cer,so:: Prelirry TRI-BUTQgberglaggsase Note 2 incP:n(;: coir::t\?vtoa(lzr;ce iZI?nS aced BP-AA or APP- SBS-AA or -52.5
P SoRUP e AYers, aNY | attached | Sheet3sQ < s equatly spaced, | pp APP-TA :
structrual concrete combination staggered center rows
Min. 22 ga., type B, Gradg Min. 1.5-inch, One Prelim. TRI-BUILT Fiberglass Base OMG #14 HD with OMG 6-|th 0.c. at 4-inch lap and 6-inch BP-AA or APP- SBS-AA or
S-61 33 steel or min. 2,500 psi or more layers, any Flat Bottom Plates o.c. in two (2), equally spaced, -67.5
- Attached Sheet 35Q TA APP-TA
structrual concrete combination (AccuTrac) staggered center rows
Min. 22 ga. B Min. 1.5-i Trufast #14 HD with -inch o.c. at 4-inch | -inch
in ga., type , Grad.e in. 1.5-inch, One prelim. TRI-BUILT Fiberglass Base rufast L wit 6-inch o.c. at 4-inch lap and 6-inc (Optional) BP-
S-62 33 steel or min. 2,500 psi or more layers, any Trufast 3” Metal o.c. at three (3) equally spaced, SBS-AA -97.5
. | Attach Sheet 35Q . AA
structrual concrete combination Insulation Plate staggered center rows
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REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. 2oL Primer Attach Attach Primer oot
No. Note 1 ac ac sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
SELF-ADHERING SYSTEMS:
Structural | Tropical #410 Min. 1.5-inch ACFoam Il, ENRGY 3 Min. 0.25-inch SECUROCK (Optional)
¢l concrete Quick Dry or H-Shield hot asphalt Gypsum-Fiber Roof Board hoggrhalt None SBS-SA SBS-SA SBS-5A 172.5
Structural | Tropical #410 Min. 1.5-inch ACFoam Il, ENRGY 3 . . Tropical #410 (Optional)
C-2. concrete Quick Dry or Multi-Max FA3 hot asphalt Min. 0.25-inch DensDeck hot asphalt Quick Dry SBS-SA SBS-SA SBS-SA 192.5
Structural (Optional) Min. 1.5-inch ACFoam I M-OSFA or M- Min. 0.5-inch ACFoam-HD M-OSFA or M- Tropical #410 (Optional)
&3 | concrete | N or H-shield PG1 CoverBoard or H-Shield HD | PG1 Quick Dry *B55A | sps-sa 2855 97>
Structural (Optional) Min. 1.5-inch ACFoam I M-OSFA or M- Min. 2-inch H-Shield HD M-OSFA or M- (Optional)
4. concrete None or H-Shield PG1 Composite CG PG1 None SBS-SA SBS-SA SBS-SA 142.5
Structural Min. 1.5-inch ACFoam Il, ENRGY 3 M-OSFA or M- Min. 0.25-inch SECUROCK M-OSFA or M- (Optional)
&5 concrete None or H-Shield PG1 Gypsum-Fiber Roof Board PG1 None SBS-SA SBS-SA SBS-SA 1725
Structural Min. 1.5-inch ACFoam Il, ENRGY 3 M-OSFA or M- . . M-OSFA or M- Tropical #410 (Optional)
C-6. concrete None or Multi-Max FA3 PG1 Min. 0.25-inch DensDeck PG1 Quick Dry SBS-SA SBS-SA SBS-SA 192.5
Structural (Optional) Min. 1.5-inch ACFoam I M-OSFA or M- Min. 0.25-inch SECUROCK M-OSFA or M- Tropical #410 (Optional)
e concrete None or H-Shield PG1, 6-inch o.c. | Gypsum-Fiber Roof Board PG1, 6-inch o.c. | Quick Dry SBS-SA SBS-SA SBS-SA 3150
Structural (Optional) Min. 1.5-inch ACFoam I M-OSFA or M- Min. 0.5-inch ACFoam-HD M-OSFA or M- Tropical #410 (Optional)
8. concrete None or H-Shield PG1, 6-inch o.c. | CoverBoard or H-Shield HD | PG1, 6-inch o.c. | Quick Dry SBS-5A SBS-SA SBS-5A 3150
Structural (Optional) Min. 1.5-inch ACFoam I M-OSFA or M- Min. 2-inch H-Shield HD M-OSFA or M- (Optional)
9. concrete None or H-Shield PG1, 6-inch o.c. | Composite CG PG1, 6-inch o.c. None SBS-5A SBS-SA SBS-5A 3425
c0, | Stuctural oy oe (Optional) Min. 1.5-inch ACFoam Il |\ b1 er £co | Min. 0.5-inch H-shield HD | M-PGL-EF-ECO | "OPICaI #410 | cgo oy | (Optional) SBS-SA -97.5
concrete or H-Shield Quick Dry SBS-SA
Structural (Optional) Min. 1.5-inch ACFoam Il Min. 2-inch H-Shield HD (Optional)
C-11. concrete None or H-Shield M-PG1-EF-ECO Composite CG M-PG1-EF-ECO None SBS-SA SBS-SA SBS-SA 142.5
Structural Min. 1.5-inch ACFoam Il, ENRGY 3 Min. 0.25-inch SECUROCK (Optional)
C-12. concrete None or H-Shield M-PG1-EF-ECO Gypsum-Fiber Roof Board M-PG1-EF-ECO None SBS-SA SBS-SA SBS-SA 172.5
C-13. Structural Trqplcal #410 Min. 1.5-inch ACFoam Il or ENRGY 0B500 Min. 0.25-inch DensDeck 0B500 Trqp|cal #410 SBS-SA (Optional) SBS-SA 1200
concrete Quick Dry 3 Quick Dry SBS-SA
ca, | Stuctural oy oe Min. 1.5-inch ACFoam [ or ENRGY | 5.5, Min. 0.25-inch DensDeck | OBS00 Tropical #10 | cgo ¢, | (Optional) SBS-SA -150.0
concrete 3 Quick Dry SBS-SA
Structural Min. 1.5-inch ACFoam Il, ENRGY 3 Min. 0.25-inch SECUROCK (Optional)
¢15. concrete None or H-Shield 0B500 Gypsum-Fiber Roof Board 08500 None SBS-SA SBS-SA SBS-SA 172.5
Min. 1-inch ENRGY 3, H-Shield or . . .
C-16. Structural None H-Shield CG or min. 1.5-inch Multi- Polyset BM or Min. 0.25-.|nch SECUROCK Polyset BM or None SBS-SA (Optional) SBS-SA 1725
concrete Polyset CRA Gypsum-Fiber Roof Board Polyset CRA SBS-SA
Max FA3 or Ultra-Max
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REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. 223 Primer Attach Attach Primer MDP
No. Note 1 ac ac sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Min. 1-inch ENRGY 3, H-Shield or . .
cay, | Structural e H-Shield CG or min. 1.5-inch Multi- | PONVSEEBMoOr 1 6 95.inch Denspeck | POVsetBMor 1 Tropical #410 | coc o, | (Optional) SBS-SA 1925
concrete Polyset CRA Polyset CRA Quick Dry SBS-SA
Max FA3 or Ultra-Max
HYBRID SYSTEMS:
Structural | Tropical #410 Min. 1.5-inch ACFoam Il or H- (Optional) Additional SBS-SA- (Optional) SBS-AA,
8. concrete Quick Dry Shield hot asphalt layer(s) base insulation hot asphalt e H APP-TA APP-TA 375.0
c-19 Structural None (Optional) Min. 1.5-inch ACFoam || M-OSFA or M- Min. 0.5-inch ACFoam-HD M-OSFA or M- None SBS-SA- (Optional) SBS-AA, 975
’ concrete or H-Shield PG1 CoverBoard or H-Shield HD | PG1 H APP-TA APP-TA '
c-20 Structural None (Optional) Min. 1.5-inch ACFoam || M-OSFA or M- Min. 2-inch H-Shield HD M-OSFA or M- None SBS-SA- (Optional) SBS-AA, 1425
’ concrete or H-Shield PG1 Composite CG PG1 H APP-TA APP-TA '
Structural Min. 1.5-inch ACFoam Il or H- (Optional) Additional SBS-SA- (Optional) SBS-AA,
c2L concrete None Shield M-OSFA layer(s) base insulation =i None H APP-TA APP-TA 2325
Structural Min. 1.5-inch ACFoam Il or H- Min. 0.25-inch SECUROCK SBS-SA- (Optional) SBS-AA,
2 | oncrete | NoMe Shield M-OSFA Gypsum-Fiber Roof Board | V" OSFA None H APP-TA APP-TA 2175
c-23 Structural None Min. 1-inch Styrofoam Brand M-OSFA or M- Min. 0.25-inch SECUROCK M-OSFA or M- None SBS-SA- (Optional) SBS-AA, 210.0
’ concrete Roofmate PG1 Gypsum-Fiber Roof Board PG1 H APP-TA APP-TA '
Structural Min. 0.25-inch SECUROCK Gypsum- SBS-SA- (Optional) SBS-AA,
c-24. concrete None Fiber Roof Board Prosg None N/A None H APP-TA APP-TA 1950
Structural Min. 1.5-inch ACFoam Il or H- (Optional) Additional SBS-SA- (Optional) SBS-AA,
c25. concrete None Shield "4 layer(s) base insulation M-PG1 None H APP-TA APP-TA 2700
Structural Min. 1.5-inch ACFoam Il or H- Min. 0.25-inch SECUROCK SBS-SA- (Optional) SBS-AA,
c-26. concrete None Shield iycl Gypsum-Fiber Roof Board M-PG1 None H APP-TA APP-TA 217.5
Structural Min. 0.25-inch SECUROCK Gypsum- SBS-SA- (Optional) SBS-AA,
27, concrete None Fiber Roof Board Gk None N/A None H APP-TA APP-TA 1950
Min. 0.25-inch DensDeck
Prime or SECUROCK
co8 Structural None (Optional) Min. 1.5-inch ACFoam | M-OSFA or M- Gypsum-Fiber Roof Board M-OSFA or M- None SBS-SA- (Optional) SBS-AA, 315.0
: concrete or H-Shield PG1, 6-inch o.c. | or min. 0.5-inch ACFoam- PG1, 6-inch o.c. H APP-TA APP-TA '
HD CoverBoard or H-Shield
HD
c-29 Structural None (Optional) Min. 1.5-inch ACFoam I M-OSFA or M- Min. 2-inch H-Shield HD M-OSFA or M- None SBS-SA- (Optional) SBS-AA, 3425
: concrete or H-Shield PG1, 6-inch o.c. | Composite CG PG1, 6-inch o.c. H APP-TA APP-TA ’
Structural (Optional) Min. 1.5-inch ACFoam || . . . SBS-SA- (Optional) SBS-AA,
C-30. concrete None or H-Shield M-PG1-EF-ECO Min. 0.5-inch H-Shield HD M-PG1-EF-ECO None H APP-TA APP-TA 97.5
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. 223 Primer Attach Attach Primer MDP
No. Note 1 ac ac sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Structural (Optional) Min. 1.5-inch ACFoam I Min. 2-inch H-Shield HD SBS-SA- (Optional) SBS-AA,
31| concrete | NOM© or H-Shield M-PGLEF-ECO | Composite CG MEPTREC | Non® H APP-TA APP-TA 1425
Structural Min. 0.25-inch SECUROCK Gypsum- SBS-SA- (Optional) SBS-AA,
¢32. concrete None Fiber Roof Board M-PG1-EF-ECO | None N/A None H APP-TA APP-TA -195.0
Structural Min. 1.5-inch ACFoam Il or H- Min. 0.25-inch SECUROCK SBS-SA- (Optional) SBS-AA,
€33 | concrete | NOM® Shield M-PGL-EF-ECO | G\ bsum-Fiber Roof Board | M TOL-EF-ECO | None H APP-TA APP-TA 2175
Structural Min. 1.5-inch ACFoam Il or H- (Optional) Additional SBS-SA- (Optional) SBS-AA,
C-34. concrete None Shield M-PG1-EF-ECO layer(s) base insulation MPOCREER None H APP-TA APP-TA 247.5
Structural Min. 1.5-inch ACFoam Il or H- (Optional) Additional SBS-SA- (Optional) SBS-AA,
€35 concrete None Shield 08500 layer(s) base insulation b S None H APP-TA APP-TA 135.0
Structural Min. 1.5-inch ACFoam Il or H- Min. 0.25-inch SECUROCK SBS-SA- (Optional) SBS-AA,
C-36. concrete None Shield 08500 Gypsum-Fiber Roof Board e None H APP-TA APP-TA 2175
Structural Min. 0.25-inch SECUROCK Gypsum- SBS-SA- (Optional) SBS-AA,
¢37. concrete None Fiber Roof Board 0B500 None N/A None H APP-TA APP-TA 1950
c.38 Structural None Min. 1.5-inch ACFoam Il or H- Polyset BM or (Optional) Additional Polyset BM or None SBS-SA- (Optional) SBS-AA, -270.0
’ concrete Shield Polyset CRA layer(s) base insulation Polyset CRA H APP-TA APP-TA '
-39 Structural None Min. 1.5-inch ACFoam Il or H- Polyset BM or Min. 0.25-inch SECUROCK Polyset BM or None SBS-SA- (Optional) SBS-AA, 2175
’ concrete Shield Polyset CRA Gypsum-Fiber Roof Board Polyset CRA H APP-TA APP-TA '
Structural Min. 1.5-inch, min. 1.5 pcf Min. 0.25-inch SECUROCK SBS-SA- (Optional) SBS-AA,
c-40. concrete None Insulfoam Il Roofing EPS iy Gypsum-Fiber Roof Board Polyset CRA None H APP-TA APP-TA 180.0
Structural Min. 1.5-inch, min. 2.0 pcf Min. 0.25-inch SECUROCK SBS-SA- (Optional) SBS-AA,
C-A4L concrete None Insulfoam IX Roofing EPS f5)yset CRa Gypsum-Fiber Roof Board Polyset CRA None H APP-TA APP-TA 217.5
Structural Min. 1.5-inch Styrofoam Brand Min. 0.25-inch SECUROCK SBS-SA- (Optional) SBS-AA,
CA2 | oncrete | NOMe Roofmate Rg/set CRA Gypsum-Fiber Roof Board | OVSet CRA None H APP-TA APP-TA 2175
Structural Min. 0.25-inch SECUROCK Gypsum- | Polyset BM or SBS-SA- (Optional) SBS-AA,
G430 | oncrete | NoMe Fiber Roof Board Polyset CRA None N/A None H APP-TA APP-TA -195.0
CONVENTIONAL SYSTEMS:
Structural Tropical #410 . . . Min. 0.25-inch SECUROCK BP-AA or | (Optional) BP- | SBS-AA or
C-44. concrete Quick Dry (Optional) Min. 1.5-inch ACFoam I hot asphalt Gypsum-Fiber Roof Board hot asphalt None APP-TA AA or APP-TA APP-TA 180.0
Structural | Tropical #410 (Optional) Min. 2-inch ACFoam I, Min. 0.25-inch SECUROCK (Optional) BP- | SBS-AA or
45, concrete Quick Dry ENRGY 3 or H-Shield hot asphalt Gypsum-Fiber Roof Board hot asphalt None BP-AA AA or APP-TA APP-TA 2250
Structural | Tropical #410 (Optional) Min. 1.5-inch ACFoam I Min. 0.25-inch SECUROCK (Optional)
c-46. concrete Quick Dry or H-Shield hot asphalt Gypsum-Fiber Roof Board hot asphalt None APP-TA APP-TA APP-TA 2525
Structural Tropical #410 Min. 1.5-inch ACFoam Il, ENRGY 3 Min. 0.5-inch Structodek (Optional) BP- | SBS-AA or
CA47- 1 Concrete | Quick Dry or H-Shield hot asphalt High Density Fiberboard hot asphalt None BP-AA | AAOrAPP-TA | APP-TA 2270
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. e Primer Attach Attach Primer MDE
No. (Note 1) ac ac (psf)
Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply

Structural | Tropical #410 (Optional) Min. 2-inch ACFoam II, Min. 0.25-inch SECUROCK (Optional)

cas. concrete Quick Dry ENRGY 3 or H-Shield hot asphalt Gypsum-Fiber Roof Board hot asphalt None APP-TA APP-TA APP-TA 2325
Structural | Tropical #410 Min. 1.5-inch ACFoam Il, ENRGY 3 . . (Optional) BP- | SBS-AA or

C-49. concrete Quick Dry or H-Shield hot asphalt Min. 0.25-inch DensDeck hot asphalt None BP-AA AA or APP-TA APP-TA -240.0
Structural | Tropical #410 ) ) Min. 0.75-inch FescoBoard (Optional) BP- | SBS-AA or

C-50. concrete Quick Dry Min. 1.5-inch ACFoam I hot asphalt (homogeneous) hot asphalt None BP-AA AA or APP-TA APP-TA -412.0
Structural | Tropical #410 . . Min. 0.5-inch DuraBoard (Optional) BP- | SBS-AA or

C-51. concrete Quick Dry Min. 1.5-inch ACFoam Il hot asphalt (homogeneous) hot asphalt None BP-AA AA or APP-TA APP-TA 430.0

. 0.5-inch Structodek High Density .

5. | Structural | Tropical #4410 | o4 or min. 0.75-inch Fesco | hot asphalt None N/A None BP-AA (Optional) BP- | ¢pc pa -437.5

concrete Quick Dry AA
Board (homogeneous)
. 0.25-inch DensDeck, DensDeck .

C-53. structural Tro-p|ca| #410 Prime or SECUROCK Gypsum-Fiber hot asphalt None N/A None BP-AA (Optional) BP- SBS-AA -537.5

concrete Quick Dry AA
Roof Board

Structural Min. 1.5-inch ACFoam Il, ENRGY 3 Min. 0.5-inch Structodek (Optional) BP- | SBS-AA or

54 concrete None or H-Shield M-OSFA High Density Fiberboard M-OSFA None BP-AA AA or APP-TA APP-TA 1275
Structural Min. 1.5-inch ACFoam Il, ENRGY 3 Min. 0.5-inch Structodek (Optional) BP- | SBS-AA or

€55, concrete None or H-Shield P High Density Fiberboard M-PG1 None BP-AA AA or APP-TA APP-TA 180.0
Structural Min. 1.5-inch ACFoam Il, ENRGY 3 ; ) (Optional) BP- | SBS-AA or

C-56. concrete None or H-Shield M-OSFA Min. 0.25-inch DensDeck M-OSFA None BP-AA AA or APP-TA APP-TA -232.5
Structural Min. 1.5-inch ACFoam II, ENRGY 3 . . (Optional) BP- | SBS-AA or

C-57. concrete None or H-Shield M-PG1 Min. 0.25-inch DensDeck M-PG1 None BP-AA AA or APP-TA APP-TA -240.0

C-58. Structural None Ml.n. 1.5-inch ACFoam Il or H- M-PG1 M!n. 0.25-inch DensDeck M-PG1 None BP-AA (Optional) BP- SBS-AA 2975
concrete Shield Prime AA
Structural Min. 2-inch ACFoam I, ENRGY 3 or M-OSFA or M- Min. 0.25-inch SECUROCK M-OSFA or M- (Optional) BP- | SBS-AA or

€59, concrete None H-Shield PG1 Gypsum-Fiber Roof Board PG1 None BP-AA AA or APP-TA APP-TA 2250
Structural Min. 2-inch ACFoam I, ENRGY 3 or M-OSFA or M- Min. 0.25-inch SECUROCK M-OSFA or M- (Optional)

¢-60. concrete None H-Shield PG1 Gypsum-Fiber Roof Board PG1 None APP-TA APP-TA APP-TA 2325
Structural Min. 1.5-inch ACFoam Il or H- M-OSFA or M- Min. 0.25-inch SECUROCK M-OSFA or M- (Optional)

6L | concrete | NOM® Shield PG1 Gypsum-Fiber Roof Board | PG1 None APPTA | App-TA APP-TA 2525
Structural Min. 1.5-inch ACFoam Il or H- M-OSFA or M- Min. 0.25-inch SECUROCK M-OSFA or M- (Optional) BP-

¢-62. concrete None Shield PG1 Gypsum-Fiber Roof Board PG1 None BP-AA AA SBS-AA 297:5
Structural 0.5-inch Structodek High Density (Optional) BP- | SBS-AA or

63, concrete None Fiberboard M-PG1 None N/A None BP-AA AA or APP-TA APP-TA 1950
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. 2oL Primer Attach Attach Primer oot
No. Note 1 ac ac sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Min. 0.25-inch DensDeck Prime or
Structural X BP-AA or | (Optional) BP- | SBS-AA or
C-64. concrete None SECUROCK Gypsum-Fiber Roof M-PG1 None N/A None APP-TA AA or APP-TA APP-TA -195.0
Board
. . . Min. 0.25-inch DensDeck .
C-65. Structural None (Opt|on.al) Min. 1.5-inch ACFoam Il M—OSFA or M- Prime or SECUROCK M—OSFA or M- None APP-TA (Optional) APP-TA -315.0
concrete or H-Shield PG1, 6-inch o.c. . PG1, 6-inch o.c. APP-TA
Gypsum-Fiber Roof Board
Min. 0.25-inch DensDeck Prime or
Structural X BP-AA or | (Optional) BP- | SBS-AA or
C-66. concrete None SBEEIEJdROCK Gypsum-Fiber Roof M-PG1-EF-ECO None N/A None APP-TA AA or APP-TA APP-TA -195.0
c67. Structural None Ml.n. 1.5-inch ACFoam Il or H- M-PG1-EF-ECO M!n. 0.25-inch DensDeck M-PG1-EF-ECO None BP-AA (Optional) BP- SBS-AA 2475
concrete Shield Prime AA
Structural Min. 1.5-inch ACFoam Il or H- Min. 0.25-inch SECUROCK BP-AA or | (Optional) BP- | SBS-AA or
C68 | oncrete | NNone Shield M-PGL-EF-ECO | ¢ osum-Fiber Roof Board | VT C1-EF-ECO | None APP-TA | AAorAPP-TA | APP-TA 2475
Structural Min. 1.5-inch ACFoam Il, ENRGY 3 Min. 0.5-inch Structodek (Optional) BP- | SBS-AA or
69, concrete None or H-Shield 08500 High Density Fiberboard 08500 None BP-AA AA or APP-TA APP-TA -1200
Structural . . Min. 0.25-inch DensDeck BP-AA or | (Optional) BP- | SBS-AA or
C-70. concrete None Min. 1.5-inch ACFoam I OB500 or DensDeck Prime 0OB500 None APP-TA AA or APP-TA APP-TA -150.0
71 Structural None Ml.n. 1.5-inch ACFoam Il or H- 0B500 M!n. 0.25-inch DensDeck 0B500 None BP-AA (Optional) BP- SBS-AA 2975
concrete Shield Prime AA
Structural Min. 2-inch ACFoam II, ENRGY 3 or Min. 0.25-inch SECUROCK (Optional) BP- | SBS-AA or
€72 | concrete | NOM® H-Shield R Gypsum-Fiber Roof Board | C5°0C None BP-AA | AAOrAPP-TA | APP-TA -225.0
Structural Min. 2-inch ACFoam Il, ENRGY 3 or Min. 0.25-inch SECUROCK (Optional)
C73. concrete None H-Shield p-00 Gypsum-Fiber Roof Board 08500 None APP-TA APP-TA APP-TA 2325
Structural Min. 1.5-inch ACFoam |l or H- Min. 0.25-inch SECUROCK (Optional)
C74 concrete None Shield b "' Gypsum-Fiber Roof Board 08500 None APP-TA APP-TA APP-TA 2525
C.75. Structural None Ml.n. 1.5-inch ACFoam Il or H- 0B500 Min. 0.25—'|nch SECUROCK 0B500 None BP-AA (Optional) BP- SBS-AA 2975
concrete Shield Gypsum-Fiber Roof Board AA
Structural 0.5-inch Structodek High Density (Optional) BP- | SBS-AA or
C76 | concrete | N Fiberboard 08500 None N/A None BPAA | AaorappTa | appTa | 1920
Structural Min. 0.25-inch SECUROCK Gypsum- BP-AA or | (Optional) BP- | SBS-AA or
-77. B -195.
77| concrete | N Fiber Roof Board 08500 None N/A None APP-TA | AAor APP-TA | APP-TA >0
Min. 1-inch ENRGY 3, H-Shield or . . .
c7s. | Stuctural 1 e H-Shield CG or min. 1.5-inch Multi- | "OYsetBMor | Min. 0.5-inch Structodek | o\ g None gp-aa | (Optional) BP- | SBS-AAor |05
concrete Max FA3 or Ultra-Max Polyset CRA High Density Fiberboard AA or APP-TA APP-TA
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. 2oL Primer Attach Attach Primer oot
No. Note 1 ac ac sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Min. 1-inch ENRGY 3, H-Shield, or
c.79. Structural None H—Shlelfﬂ CG, n'.nn. 1.3—|th ACFoam | Polyset BM or Min. 0.25—.|nch SECUROCK Polyset BM or None BP-AA (Optional) BP- | SBS-AA or 225.0
concrete IIl or min. 1.5-inch Multi-Max FA3 Polyset CRA Gypsum-Fiber Roof Board Polyset CRA AA or APP-TA APP-TA
or Ultra-Max
Min. 1-inch ENRGY 3, H-Shield or . . .
C-80. Structural None H-Shield CG or min. 1.5-inch Multi- Polyset BM or Min. 0.25—.|nch SECUROCK Polyset BM or None APP-TA (Optional) APP-TA 2325
concrete Polyset CRA Gypsum-Fiber Roof Board Polyset CRA APP-TA
Max FA3 or Ultra-Max
Min. 1-inch ENRGY 3, H-Shield or .
C-81. structural None H-Shield CG or min. 1.5-inch Multi- Polyset BM or Min. 0.25-inch DensDeck Polyset BM or None BP-AA (Optional) BP- | SBS-AA or -240.0
concrete Polyset CRA Polyset CRA AA or APP-TA APP-TA
Max FA3 or Ultra-Max
Structural 0.5-inch Structodek High Density Polyset BM or (Optional) BP- | SBS-AA or
c-82. concrete None Fiberboard Polyset CRA None NS None BP-AA AA or APP-TA APP-TA -195.0
Structural Min. 0.25-inch SECUROCK Gypsum- | Polyset BM or BP-AA or | (Optional) BP- | SBS-AA or
C8. | concrete | None Fiber Roof Board Polyset CRA None N/A None APP-TA | AAorAPP-TA | APP-TA 195.0

TABLE 3B: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

System Deck . Roof Cover (Note 15) MDP
No. (Note 1) Primer Base Ply I Ply I Cap Ply (psf)

SELF-ADHERING SYSTEMS:

c-84. Structural concrete Tropical #410 Quick Dry SBS-SA | (Optional) SBS-SA | sBs-sA | -630.0
HYBRID SYSTEMS:

C-85. Structural concrete Tropical #410 Quick Dry SBS-SA-H (Optional) APP-TA APP-TA -150.0
C-86. Structural concrete Tropical #410 Quick Dry SBS-SA-H (Optional) BP-AA SBS-AA -240.0
CONVENTIONAL SYSTEMS:

C-87. Structural concrete Tropical #410 Quick Dry APP-TA (Optional) APP-TA APP-TA -420.0
C-88. Structural concrete Tropical #410 Quick Dry BP-AA (Optional) BP-AA or APP-TA SBS-AA or APP-TA -635.0
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

X i Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete e v MDP
No. Note 1 Note 14 ac 3¢ sf
(Note 1) (Note 14) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
CELCORE (FL2037):
SELF-ADHERING SYSTEMS:
1'\_/“2 g/gg;ade Min. 300 psi Celcore MF Cellular One or more layer(s), min. Min. 0.25-inch (Optional)
LWC-1 3§pstee|’6 i Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam M-OSFA SECUROCK Gypsum- M-OSFA SBS-SA SBZ—SA SBS-SA -52.5
span ! Rheology Modifying Admixture 11, H-Shield or H-Shield CG Fiber Roof Board
Min. 22 ga., . . . . .
Tvoe BV, Grade Min. 300 psi Celcore MF Cellular One or more layer(s), min. Min. 0.25-inch (Optional)
LWC-2 3§pstee|,6 ft Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam M-PG1 SECUROCK Gypsum- M-PG1 SBS-SA SBZ—SA SBS-SA -52.5
span ! Rheology Modifying Admixture 11, H-Shield or H-Shield CG Fiber Roof Board
Min. 22 ga., . . . . .
Tvpe BY. Grade Min. 300 psi Celcore MF Cellular One or more layer(s), min. Min. 0.25-inch (Optional)
LWC-3 3§Ztee|’6 i Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam 0OB500 SECUROCK Gypsum- 0OB500 SBS-SA SBZ—SA SBS-SA -52.5
span ! Rheology Modifying Admixture 111, H-Shield or H-Shield CG Fiber Roof Board
Min. 22 ga., . . . . .
Tvpe BY. Grade Min. 300 psi Celcore MF Cellular One or more layer(s), min. Min. 0.25-inch (Optional)
LWC-4 3§psteeI16 ft Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam Polyset BM SECUROCK Gypsum- Polyset BM SBS-SA SBg-SA SBS-SA -52.5
span ! Rheology Modifying Admixture 111, H-Shield or H-Shield CG Fiber Roof Board
Min. 22 ga., . . Y . .
Tvpe BV. Grade Min. 300 psi Celcore MF Cellular One or more layer(s), min. Min. 0.25-inch (Optional)
LWC-5 3§F)$,teel'6 f Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam Polyset CRA SECUROCK Gypsum- Polyset CRA SBS-SA SBE-SA SBS-SA -52.5
span ! Rheology Modifying Admixture 111, H-Shield or H-Shield CG Fiber Roof Board
HYBRID SYSTEMS:
1'\_/“: é%/ggr:ade Min. 300 psi Celcore MF Cellular One or more layer(s), min. M-OSFA, M-PG1, i(r?c'i,t?:gBR'\g?ko'zs_ M-OSFA, M-PG1, (Optional) SBS-AA or
LWC-6 3§Zteel'6 f Concrete with Celcore HS 1.5-inch ACFoam I, ACFoam OB500, Polyset Gvosum-Fiber Roof OB500, Polyset SBS-SA-H APF;-TA APP-TA -52.5
span ! Rheology Modifying Admixture 111, H-Shield or H-Shield CG BM, Polyset CRA BZ:rd BM, Polyset CRA
CONVENTIONAL SYSTEMS:
Min. 22 ga. . . . . .
! Min. 300 psi Celcore MF Cellular One or more layer(s), min. Min. 0.25-inch .
Lwc-7 ?g"s‘ie‘?’e\('é;;fde Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | M-OSFA SECUROCK Gypsum- | M-OSFA ii:ﬁ:r g";’r"/:sg_ii SAI:’,SP_/;Q | 525
span ’ Rheology Modifying Admixture 11, H-Shield or H-Shield CG Fiber Roof Board
Min. 22 ga., Min. 300 psi Celcore MF Cellular One or more layer(s), min Min. 0.25-inch
Lwe-s ?g"s‘i:e\ll'f;fde Concrete with Celcore HS 1.5-inch ACFoam II, ACFoam | M-PG1 SECUROCK Gypsum- | M-PG1 iiﬁ\:r g";‘:’gsg_ii’ SA?’SP’_’;f\ " | 525
span ’ Rheology Modifying Admixture 11, H-Shield or H-Shield CG Fiber Roof Board
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NEmoO | etc.e
TABLE 4A: LIGHTWEIGHT CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

X i Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete e v MDP
No. Note 1 Note 14 ac 3¢ sf
(Note 1) (Note 14) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Min. 22 ga., . . . . .
Min. 300 psi Celcore MF Cellular One or more layer(s), min. Min. 0.25-inch .
LWC-9 ;;ZieBeY'S;fde Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | OB500 SECUROCK Gypsum- | OB500 i;"}TAAor '(s_\p::":sg_ii' Zﬁ-ﬁl/‘-\\ " | 525
span ! Rheology Modifying Admixture 111, H-Shield or H-Shield CG Fiber Roof Board
Min. 22 ga., Min. 300 psi Celcore MF Cellular One or more layer(s), min Min. 0.25-inch
LWC-10 ;‘;"s‘i:e\ll':;tade Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | Polyset BM SECUROCK Gypsum- | Polyset BM iiﬁ\:r (A(i\p:r";sg_ii' Zﬁ'ﬁf\ | 525
span ! Rheology Modifying Admixture 111, H-Shield or H-Shield CG Fiber Roof Board
Min. 22 ga., Min. 300 psi Celcore MF Cellular One or more layer(s), min Min. 0.25-inch
LWC-11 ;;psiese\ll'g;tade Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam Polyset CRA SECUROCK Gypsum- Polyset CRA i;ﬁ_lﬁ_\:r (A(i\p:t?zsg-if\- Z?’i’-f\l'i\\ or -52.5
span ! Rheology Modifying Admixture 111, H-Shield or H-Shield CG Fiber Roof Board

TABLE 4B: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

X X Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete p—_. p—. MDP
No. (Note 1) (Note 14) Type ac Type ac Primer Base Ply Ply Cap Ply sf
(Notes 6,7,8) (Notes 6,7,8)
CELCORE (FL2037):
SELF-ADHERING SYSTEMS:
Min. 300 psi, min. 2-inch Celcore MF One or more |ayer(s) min.
Structural Cellular Concrete with Celcore HS 1.5-inch ACFoam Il ’ Tropical (Optional)
LWC-12 Rheology Modifying Admixture; A.CF Il H-Shi I’d H M-OSFA Min. 0.25-inch DensDeck M-OSFA #410 Quick SBS-SA SBS-SA SBS-SA -90.0
concrete treated with Celcore PVA Curing . oam TG 1e'C&l - Dry a
Compound Shield CG
Min. 300 psi, min. 2-inch Celcore MF One or more layer(s), min.
Cellular Concrete with Celcore HS q ’ . . .
Lwe-13 | Structural |y e ology Modifying Admixture; i‘csg'mh ﬁfF: asr: ”I’ Sorm. | M-OSFA Min. O'ZSF'_'SCh: chu:ocg M-OSFA None SBS-SA ((;pt'c;”a') SBS-SA -90.0
concrete treated with Celcore PVA Curing oam lll, H-Shield or H- Gypsum-Fiber Roof Boar SBS-S
Compound Shield CG
Min. 300 psi, min. 2-inch Celcore MF .
Cellular Concrete with Celcore HS One or more layer(s), min.
Structural | Rheology Modifying Admixture; 1.5-inch ACFoam I, Min. 0.25-inch SECUROCK (Optional)
Lwe-14 concrete treated with Celcore PVA Curing ACFoam llI, H-Shield or H- M-OSFA Gypsum-Fiber Roof Board M-OSFA None SBS-SA SBS-SA SBS-SA 172:5
Compound and surfaced with Celcore Shield CG
Sanded Bonding Surface (SBS)
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TABLE 48: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

X X Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete e v MDP
No. (Note 1) (Note 14) Type ac Type ac Primer Base Pl PI Cap PI (psf)
P (Notes 6,7,8) P (Notes 6,7,8) ! v v PHY
Min. 300 psi, min. 2-inch Celcore MF .
Cellular Concrete with Celcore HS One or more layer(s), min. Tropical
Structural | Rheology Modifying Admixture; 1.5-inch ACFoam I, ) ) . (Optional)
LWC-15 concrete treated with Celcore PVA Curing ACFoam Ill, H-Shield or H- M-OSFA Min. 0.25-inch DensDeck M-OSFA #410 Quick SBS-SA SBS-SA SBS-SA -192.5
Compound and surfaced with Celcore Shield CG Dry
Sanded Bonding Surface (SBS)
Min. 300 psi, min. 2-inch Celcore MF .
Cellular Concrete with Celcore HS One or more layer(s), min. Tropical
Structural | Rheology Modifying Admixture; 1.5-inch ACFoam I, Min. 0.25-inch SECUROCK . (Optional)
PWELE | concrete | treated with Celcore PVA Curing ACFoam I, H-shield or - | MO | Gyosum-Fiber Roof Board | MO°FA #410 Quick | SBSSA | s | SBSSA | 2175
Compound and surfaced with Celcore Shield CG Dry
Sanded Bonding Surface (SBS)
Min. 300 psi, min. 2-inch Celcore MF One or more layer(s), min.
Cellular Concrete with Celcore HS . ’ . . .
LWC-17 Str“Ctutral Rheology Modifying Admixture; i‘é’F""Ch ﬁﬁ? o ”I’ Sorn. | M-PGL g"'”' O‘ZSF'.'ECh : chu: ocg M-PG1 None SBS-SA (S(;gt';:’a') $BS-SA -172.5
concrete treated with Celcore PVA Curing . oam 1ll, A->hield or H- Ypsum-HBer Roor begdl] -
Compound Shield CG
Min. 300 psi, min. 2-inch Celcore MF .
Cellular Concrete with Celcore HS One or more layer(s), min.
Structural Rheology Modifying Admixture; 1.5-inch ACFoam II, Min. 0.25-inch SECUROCK (Optional)
Lwe-18 concrete treated with Celcore PVA Curing ACFoam lll, H-Shield or H- p-pel Gypsum-Fiber Roof Board M-PG1 None SBS-SA SBS-SA SBS-SA 1725
Compound and surfaced with Celcore Shield CG
Sanded Bonding Surface (SBS)
Min. 300 psi, min. 2-inch Celcore MF One or more layer(s), min
Cellular Concrete with Celcore HS . ! ’ Tropical .
| 1.5-inch 1]
Lwe-19 | Structural | e ology Modifying Admixture; . gF'”c ﬁICF:aST Horm. | M-PGL Min. 0.25-inch DensDeck M-PG1 #410 Quick | SBS-SA (So‘s’tg:'a” SBS-SA -1925
concrete treated with Celcore PVA Curing camigli->hield or IR Dry BS-
Compound Shield CG
Min. 300 psi, min. 2-inch Celcore MF .
Cellular Concrete with Celcore HS One or more layer(s), min. Tropical
Structural | Rheology Modifying Admixture; 1.5-inch ACFoam I, . . . (Optional)
LWC-20 concrete treated with Celcore PVA Curing ACFoam I1l, H-Shield or H- M-PG1 Min. 0.25-inch DensDeck M-PG1 #410 Quick SBS-SA SBS-SA SBS-SA -192.5
Compound and surfaced with Celcore Shield CG Dry
Sanded Bonding Surface (SBS)
Min. 300 psi, min. 2-inch Celcore MF One or more layer(s), min
Cellular Concrete with Celcore HS . ’ ' . . Tropical .
LWC-21 Str“‘:t”tra' Rheology Modifying Admixture; i‘é’F'nCh ﬁlcF:aST "I' Sorm. | M-PGL g"'”' 0'25F.'S°h: chu:ocg M-PG1 #410 Quick | SBS-SA (s(érs)tlsTan SBS-SA -240.0
concrete treated with Celcore PVA Curing -roam 1ll, A-Shield or H- ypsum-Fiber Root Boar Dry i
Compound Shield CG
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TABLE 48: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

X X Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete e v MDP
No. (Note 1) (Note 14) Type ac Type ac Primer Base Pl PI Cap PI (psf)
yp (Notes 6,7,8) yp (Notes 6,7,8) ! Y Y PRl
Min. 300 psi, min. 2-inch Celcore MF .
Cellular Concrete with Celcore HS One or more layer(s), min. Tropical
Structural | Rheology Modifying Admixture; 1.5-inch ACFoam I, Min. 0.25-inch SECUROCK . (Optional)
Lwe-22 concrete treated with Celcore PVA Curing ACFoam lll, H-Shield or H- M-PG1 Gypsum-Fiber Roof Board b #410 Quick" | SBS-SA SBS-SA SBS-5A 2325
Compound and surfaced with Celcore Shield CG Dry
Sanded Bonding Surface (SBS)
Min. 300 osi Cel MF Cellul One or more layer(s), min.
in. psi Celcore ellular i . i .
Lwe-23 | Structural | ete with Celcore HS Rheology i\‘gF'"Ch ﬁICF:aST "I' Yo | OBSO0 Min. 0'25F.'£°h: chu:ocg 0B500 None SBS-SA (gpt'fa') SBS-SA -172.5
concrete Modifying Admixture oam Ill, H-Shield or H- Gypsum-Fiber Roof Boar SBS-S
Shield CG
Min. 1-inch ENRGY 3, H-
Structural | Min. 200 psi, min. 2-inch Celcore Shield or H-Shield CG or Min. 0.25-inch SECUROCK (Optional)
LWC-24 ! . . . Pol RA . Pol RA N BS-SA BS-SA -172.
¢ concrete Cellular Concrete min. 1.5-inch Multi-Max olyset € Gypsum-Fiber Roof Board olyset € one SBS-S SBS-SA SB5-S >
FA3 or Ultra-Max
Min. 300 osi Cel M Cellul One or more layer(s), min.
in. psi Celcore ellular i . i .
LWC-25 Structural Concrete with Celcore HS Rheology 1.5-inch ACFoam. 11, Polyset CRA Min. 0.25 .|nch SECUROCK Polyset CRA None SBS-SA (Optional) SBS-SA 1725
concrete Modifvi - ACFoam lll, H-Shield or H- Gypsum-Fiber Roof Board SBS-SA
odifying Admixture X
Shield CG
Min. 1-inch ENRGY 3, H- Tropical
Structural Min. 200 psi, min. 2-inch Celcore Shield or H-Shield CG or . . . (Optional)
LWC-26 concrete Cellular Conerete min. 1.5-inch Multi-Max Polyset CRA | Min. 0.25-inch DensDeck Polyset CRA 1;?10 Quick | SBS-SA SBS-SA SBS-SA -180.0
FA3 or Ultra-Max ¥
HYBRID SYSTEMS:
Min. 300 psi, min. 2-inch Celcore MF (Optional) Min. 0.25-inch
Structural Cellular Concrete with Celcore HS One or morcygyer(giignin. DensDeck Prime or (Optional) | SBS-AA or
LWC-27 Rheology Modifying Admixture; 1.5-inch ACFoam Il or H- M-OSFA SECUROCK G Fib M-OSFA None SBS-SA-H APFI; TA APP-TA -90.0
concrete treated with Celcore PVA Curing Shield ypsum-Fiber : °
Compound Roof Board
Min. 300 psi, min. 2-inch Celcore MF . . .
Cellular Concrete with Celcore HS One or more layer(s), min (Optional) Min. 0.25-inch
Structural | Rheology Modifying Admixture; < ! ’ DensDeck Prime or (Optional) | SBS-AA or
- . y 1.5-inch ACFoam Il or H- - - -SA- 217,
LWC-28 concrete treated with Celcore PVA Curing 5 inch ACFoam Il or M-OSFA SECUROCK Gypsum-Fiber M-OSFA None SBS-SA-H APP_TA APP-TA 217.5
Compound and surfaced with Celcore Shield Roof Board
Sanded Bonding Surface (SBS)
Min. 300 psi, min. 2-inch Celcore MF
Structural ginmlar Cﬂc;e}ngt:dCe_lcfre " One or more layer(s), min. SZJTSIBZB l’°\/rlilrr111eoor5 e (Optional) | SBS-AA or
eology Modifying Admixture; . -
LWC-29 concrete treated with Celcore PVA Curing 5 inch ACFoam Il or H M-PG1 SECUROCK Gypsum-Fiber M-PG1 None SBS-SA-H APP_TA APP-TA 232.5
Compound and surfaced with Celcore Shield Roof Board
Sanded Bonding Surface (SBS)
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TABLE 48: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

X X Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete e v MDP
No. (Note 1) (Note 14) Type ac Type ac Primer Base Pl PI Cap PI (psf)
P (Notes 6,7,8) P (Notes 6,7,8) ! v v PHY
Min. 300 psi, min. 2-inch Celcore MF (Optional) Min. 0.25-inch
Structural Cellular Concrete with Celcore HS One or more layer(s), min. DensDeck Prime or (Optional) | SBS-AA or
LWC-30 Rheology Modifying Admixture; 1.5-inch ACFoam Il or H- M-PG1 SECUROCK G Fib M-PG1 None SBS-SA-H P -240.0
concrete treated with Celcore PVA Curing Shield ypsum-riber APP-TA APP-TA
Compound Roof Board
One or more layer(s), min. . . )\
Min. 300 psi Celcore MF Cellular r (Optional) Min. 0.25-inch X i
Lwe-31 | Structural | e rete with Celcore HS Rheology 1.5-inch ACFoamIl, OB500 SECUROCK Gypsum-Fiber 0B500 None ss-sa-q | (Optional) | SBS-AAor 1, ¢
concrete Modifvi . ACFoam IIl, H-Shield or H- APP-TA APP-TA
odifying Admixture X Roof Board
Shield CG
| in.
Structural Min. 300 psi Celcore MF Cellular ?r;?ir?lc'hm:crlso:\rflrl(g’ min Polyset BM (Optional) Min. 0.25-inch Polyset BM (Optional) | SBS-AA or
LWC-32 concrete Concrete with Celcore HS Rheology A.CFoam " H—Shiel’d or H- or Polyset SECUROCK Gypsum-Fiber or Polyset None SBS-SA-H APFI; TA APP-TA -215.0
Modifying Admixture A ! CRA Roof Board CRA
Shield CG
CONVENTIONAL SYSTEMS:
Min. 300 psi, min. 2-inch Celcore MF One or more laver(s), min.
Structural | Cellular Concrete with Celcore HS 1.5+inch ACFoam ||( g Min. 0.25-1h Dagggeck Br-Aaor | (OPtoNa | ge ap o
LWC-33 Rheology Modifying Admixture; A.CF Il Hoshi |’d Y M-OSFA Prime or SECUROCK M-OSFA None APP-TA BP-AA or APP-TA -90.0
concrete treated with Celcore PVA Curing oam Ill, H-Shield or H- Gypsum-Fiber Roof Board ° APP-TA °
Compound Shield CG
Min. 300 psi, min. 2-inch Celcore MF | (¢), mi
Cellular Concrete with Celcore HS One or more layer(s), min. . . .
R Min. 0.25-inch DensDeck (Optional)
Structural | Rheology Modifying Admixture; 1.5-inch ACFoam I, . BP-AA or SBS-AA or
- . - . - ECUROCK - BP-AA -217.
twe-34 concrete treated with Celcore PVA Curing ACFoam lll, H-Shield or H- A0S jpme of S.bCU ch M-OSFA None APP-TA or APP-TA 217.5
Compound and surfaced with Celcore Shield CG Gypsum-Fiber Roof Board APP-TA
Sanded Bonding Surface (SBS)
Min. 300 psi, min. 2-inch Celcore MF One or more layer(s), min
Cellular Concrete with Celcore HS R ¢ ’ Min. 0.25-inch DensDeck (Optional)
Lwe-3s | Structural gy o oy Modifying Admixture; i‘csg'mh ﬁICF:a‘ST ”I' orn. | MPGL Prime or SECUROCK M-PG1 None i;A?Am BP-AA or Zﬁ'ﬁAA °" | 2400
concrete treated with Celcore PVA Curing gam 1f, H-shielgr H- Gypsum-Fiber Roof Board - APP-TA -
Compound Shield CG
Min. 300 psi, min. 2-inch Celcore MF
Cellular Concrete with Celcore HS One or more layer(s), min. : : "
Min. 0.25-inch DensDeck |
Lwc-3g | Structural | Rheology Modifying Admixture; 1.5-inch ACFoam I, M-PG1 Pr;nmeo orslenccu Roegi * M-PG1 None BP-AA or fa?-):\lﬁc\”z) SBS-AAOr | H3os
concrete treated with Celcore PVA Curing ACFoam lll, H-Shield or H- b P d APP-TA APP-TA ’
Compound and surfaced with Celcore Shield CG Gypsum-Fiber Roof Boar APP-TA
Sanded Bonding Surface (SBS)
Min. 300 osi Cel Ny One or more layer(s), min. (Optional)
in. psi Celcore ellular £ . r g )
LwcC-37 Structutral Concrete with Celcore HS Rheology i'gFmCh /I-\”CF:aSr:. Ill'd H OB500 ’C\i/“n' O'ZSF,ISCh :EC;J:OC: OB500 None 2I;PA¢A0r BP-AA or Zii ’?\I'ﬁ or -215.0
concrete Modifying Admixture a (l)jrz\G , H-Shield or H- ypsum-Fiber Roof Boar - APP-TA -
ie
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TABLE 48: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

X X Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete e v MDP
No. Note 1 Note 14 ac 3¢ i sf
(Note 1) (Note 14) Type Notes 6.7.8 Type Notes 6.7.8 Primer Base Ply Ply Cap Ply (psf)
Min. 300 psi Celcore MF Cellul One or more layer(s), min. (Optional)
in. psi Celcore ellular i . i ~ _
Lwe-3g | Structural | oo rete with Celcore HS Rheology i\'gF'"Ch ﬁICF:"‘ST "I' Yo | PolvsetBM g/"”' O'ZSF.'SCh: EC;J:OCS Polyset BM | None i';PA?AC" BP-AA or Zﬁ /;AA °" | 2150
concrete Modifying Admixture . oam Ill, H-Shield or H- ypsum-Fiber Roof Boar! - APP-TA -
Shield CG
Min. 1-inch ENRGY 3, H- (Optional)
Structural Min. 200 psi, min. 2-inch Celcore Shield or H-Shield CG or Min. 0.5-inch Structodek SBS-AA or
LWC-39 concrete Cellular Concrete min. 1.5-inch Multi-Max Polyset CRA High Density Fiberboard Polyset CRA None BP-AA BP-AA or APP-TA -1800
APP-TA
FA3 or Ultra-Max
Min. 1-inch ENRGY 3, H- Min. 0.25-inch SECUROCK (Optional)
Structural Min. 200 psi, min. 2-inch Celcore Shield or H-Shield CG or Gypsum-Fiber Roof Board or BP-AA or SBS-AA or
Lwc-40 concrete Cellular Concrete min. 1.5-inch Multi-Max Polyset CRA DensDeck or DensDeck grset CRA None APP-TA BP-AA or APP-TA -1800
i APP-TA
FA3 or Ultra-Max Prime
Min. 300 psi Celcore MF Cellul One or more layer(s), min. (Optional)
in. psi Celcore ellular o : _. _ _
LWC-41 Structural Concrete with Celcore HS Rheology i'CSFmCh ﬁf:F:asr:. Ill’d H Polyset CRA gllln. O'ZSF.ISCh :ECfUBROCS Polyset CRA None ?;PA_?AW BP-AA or Z‘:i f\l'ﬁ or -215.0
concrete Modifying Admixture ! oam lIl, H-Shield or H- ypsum-Fiber Roof Boar - APP-TA -
Shield CG
ELASTIZELL (FL4994):
SELF-ADHERING SYSTEMS:
. - . . . Tropical .
Lwc-gp | Structural | Min. 200 psi, min. Z-inch Min. 1.5-inch ACFoam llor | 5500 Min. 0.25-inch DensDeck | OB500 #a10 Quick | ses-sa | (0PN Tspscn | L1500
concrete Elastizell ENRGY 3 Dry SBS-SA
Structural Min. 200 psi, min. 2-inch Min. 1.5-inch ACFoam I, Min. 0.25-inch SECUROCK (Optional)
Lwe-43 concrete Elastizell ENRGY 3 or H-Shield 0B508 Gypsum-Fiber Roof Board OB500 None SBS-SA SBS-SA SBS-SA 1725
Min. 1-inch ENRGY 3, H-
Structural | Min. 200 psi, min. 2-inch Shield or H-Shield CG or Min. 0.25-inch SECUROCK (Optional)
LWC-44 ! . . ) Pol RA . Pol RA N BS-SA BS-SA -172.
¢ concrete Elastizell min. 1.5-inch Multi-Max olyset C Gypsum-Fiber Roof Board olyset C one SBS-S SBS-SA SBS-S >
FA3 or Ultra-Max
Min. 1-inch ENRGY 3, H- Tropical
Structural Min. 200 psi, min. 2-inch Shield or H-Shield CG or . . . (Optional)
LWC-45 concrete Elastizell min. 1.5-inch Multi-Max Polyset CRA | Min. 0.25-inch DensDeck Polyset CRA #;1:10 Quick | SBS-SA SBS-SA SBS-SA 180.0
FA3 or Ultra-Max ¥
CONVENTIONAL SYSTEMS:
. - . . . (Optional)
LWC-46 Structural er‘l..ZOO psi, min. 2-inch Min. 1.5-inch ACFoam Il 0B500 Min. 0.25 |n<.:h DensDeck or 0B500 None BP-AA or BP-AA or SBS-AA or 150.0
concrete Elastizell DensDeck Prime APP-TA APP-TA APP-TA
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NEmoO | etc.e
TABLE 48: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

X X Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete e v MDP
No. Note 1 Note 14 ac 3¢ i sf
(Note 1) (Note 14) Type Notes 6.7.8 Type Notes 6.7.8 Primer Base Ply Ply Cap Ply (psf)
. Lo . . . . . (Optional)
Structural Min. 200 psi, min. 2-inch Min. 2-inch ACFoam |, Min. 0.25-inch SECUROCK BP-AA or SBS-AA or
LWEA7 concrete | Elastizell ENRGY 3 or H-Shield 08500 Gypsum-Fiber Roof Board ge500 flone APP-TA i';ﬁTAAm APP-TA 2250
Min. 1-inch ENRGY 3, H- (Optional)
Structural Min. 200 psi, min. 2-inch Shield or H-Shield CG or Min. 0.5-inch Structodek SBS-AA or
LWC48 | oncrete | Elastizell min. 1.5-inch Multi-Max Polyset CRA | | ioh Density Fiberboard PORE-" Q) | None BP-AA BP-AAOr | \ppTA -1800
APP-TA
FA3 or Ultra-Max
Min. 1-inch ENRGY 3, H- Min. 0.25-inch SECUROCK (Optional)
Structural Min. 200 psi, min. 2-inch Shield or H-Shield CG or Gypsum-Fiber Roof Board or BP-AA or SBS-AA or
LWC49 | conerete Elastizell min. 1.5-inch Multi-Max Polyset CRA | o sDeck or DensDeck R CRa | None APP-TA BP-AAOr | ppoTA -1800
. APP-TA
FA3 or Ultra-Max Prime

TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Lightweight Concrete (Note 14) Anchor Sheet Insulation Roof Cover (Note 15)
System Deck MDP
No (Note 1) 2528 Type SR Type N Attach Base To Attach Base PI Pl Cap PI (psf)
’ Treatment H Treatment P (Note 11) P v v PFlY
CELCORE (FL2037):
SELF-ADHERING SYSTEMS:
Min. 470 psi,
Min. 22 ga., ?;Inc-ozr:r;\(/zlz TRI-BUILT Trufast Zn-;:CZ-(i)r;(c:Easti;Ze (Optional) Min. 0.25-inch
type BV, Celcore 5-1 Cellular Concrete | C&'¢OrePVA Fiberglass gV-90 la s.and 7-inch o.c Min. 1.5" DensDeck Prime or SECUROCK hot (Optional)
LWC-50 | Grade 40 Deck X Curing g Base P < - Gypsum-Fiber Roof Board. Top SBA-SA " SBS-SA -60.0
. with Celcore HS Base Sheet at two, equally ACFoam Il . X asphalt SBS-SA
steel, 6 ft Preparation Compound Sheet surface shall be primed with
Rheology 35Q spaced, staggered R |
span [ Fastener Tropical #410 Quick Dry.
Modifying center rows
Admixture
HYBRID SYSTEMS:
Min. 470 psi, (Optional) Min. 0.125-inch
Min. 22 ga min. 2-inch Trufast 7-inch o.c. at the STURDY-DEK Asphaltic Cover
type BV, Celcore 5-1 Celcore MF Celcore PVA TBI-BUILT FM-90 min. 4-|nch_5|de _ . Board or m|n_. 0.25-inch _ SBS-AA
Cellular Concrete X Fiberglass laps and 7-inch o.c. Min. 1.5 DensDeck Prime or SECUROCK hot (Optional)
LWC-51 | Grade 40 Deck g Curing Base . SBS-SA-H or APP- -60.0
. with Celcore HS Base Sheet at two, equally ACFoam Il Gypsum-Fiber Roof Board. Top asphalt APP-TA
steel, 6 ft Preparation Compound Sheet . TA
span Rheology 3sQ Fastener spaced, staggered surface may be optionally
P Modifying center rows primed with Tropical #410 Quick
Admixture Dry.
CONVENTIONAL SYSTEMS:
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NEmoO | etc.e

TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
ONDED INSULATION, BONDED ROOF COVER

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET,

Lightweight Concrete (Note 14) Anchor Sheet Insulation Roof Cover (Note 15)
System Deck Deck Surf = MDP
ec urface asten
No. (Note 1) Type Type Attach Base To Attach Base PI Pl Cap PI (psf)
Treatment P Treatment L (Note 11) P v Y PRl
Min. 470 psi, Min. 0.125-inch STURDY-DEK
Min. 22 ga min. 2-inch Trufast 7-inch o.c. at the Asphaltic Cover Board, min.
type BV, Celcore 5-1 Celcore MF Celcore PVA TBI»BUILT FM-90 min. 4»|nch'5|de ' . 0.25-inch DensDeck P'rlme or ‘ SBS-AA
Cellular Concrete R Fiberglass laps and 7-inch o.c. Min. 1.5 SECUROCK Gypsum-Fiber Roof hot (Optional)
LWC-52 | Grade 40 Deck K Curing Base N R BP-AA or APP- -60.0
. with Celcore HS Base Sheet at two, equally ACFoam Il Board, min. 0.5-inch Structodek asphalt APP-TA
steel, 6 ft Preparation Compound Sheet . ... TA
span Rheology 35Q Fastener spaced, staggered High Density Fiberboard Roof
P Modifying center rows Insulation or min. 0.75-inch
Admixture Fesco Board (homogeneous)
M.'n‘ 4?0 pst ) Min. 0.125-inch STURDY-DEK
. min. 2-inch 7-inch o.c. at the R R
Min. 22 ga., Trufast . X R Asphaltic Cover Board or min.
Celcore MF TRI-BUILT min. 4-inch side . .
type BV, Celcore 5-1 Cellular Concrete Celcore PVA Fiberglass FM-90 laps and 7-inch o.c Min. 1.5" 0.25-NQ Qe Deck Prime or hot (Optional)
LWC-53 | Grade 40 Deck K Curing g Base P N - SECUROCK Gypsum-Fiber Roof APP-TA P APP-TA -60.0
. with Celcore HS Base Sheet at two, equally ACFoam Il asphalt APP-TA
steel, 6 ft Preparation Compound Sheet Board. Top surface may be
Rheology 3sQ spaced, staggered R R . .
span [ Fastener optionally primed with Tropical
Modifying center rows #410 Quick Dr
Admixture v
ELASTIZELL (FL4994):
SELF-ADHERING SYSTEMS:
. 7-inch o.c. at the . . .
Min. 22 ga., Min. 490 psi, TRI-BUILT Trufast min. 4-inch side (Optional) MAln. 0.25-inch
type BV, min. 2-inch Fiberglass PR laps and 7-inch o.c Min. 1.5" DensDeck Prime or SECUROCK hot (Optional)
LWC-54 | Grade 40 None i R None g Base P e o Gypsum-Fiber Roof Board. Top SBA-SA P SBS-SA -67.5
Elastizell with Base Sheet at two, equally ACFoam Il R X asphalt SBS-SA
steel, 6 ft Zell-Crete Fibers 350 Sheet spaced. stagaered surface shall be primed with
span Fastener P » JREE Tropical #410 Quick Dry.
center rows
HYBRID SYSTEMS:
(Optional) Min. 0.125-inch
. 7-inch o.c. at the STURDY-DEK Asphaltic Cover
iv"”e' ;\2/ 82 Min. 490 psi, TRI-BUILT :;:f;(s)t min. 4-inch side Board or min. 0.25-inch SBSAA
it ! min. 2-inch Fiberglass laps and 7-inch o.c. Min. 1.5" DensDeck Prime or SECUROCK hot (Optional)
LWC-55 | Grade 40 None . . None Base . SBS-SA-H or APP- -67.5
steel, 6 ft Elastizell with Base Sheet Sheet at two, equally ACFoam Il Gypsum-Fiber Roof Board. Top asphalt APP-TA TA
s anl Zell-Crete Fibers 3sQ Fastener spaced, staggered surface may be optionally
p center rows primed with Tropical #410 Quick
Dry.
CONVENTIONAL SYSTEMS:
Min. 0.125-inch STURDY-DEK
. 7-inch o.c. at the Asphaltic Cover Board, min.
L\/Ime. ;\2/ ga. Min. 490 psi, TRI-BUILT I;:_f;;t min. 4-inch side 0.25-inch DensDeck Prime or SBS-AA
it ! min. 2-inch Fiberglass laps and 7-inch o.c. Min. 1.5" SECUROCK Gypsum-Fiber Roof hot (Optional)
LWC-56 | Grade 40 None . . None Base R . BP-AA or APP- -67.5
Elastizell with Base Sheet at two, equally ACFoam Il Board, min. 0.5-inch Structodek asphalt APP-TA
steel, 6 ft X Sheet . o TA
Zell-Crete Fibers 3sQ spaced, staggered High Density Fiberboard Roof
span Fastener . K .
center rows Insulation or min. 0.75-inch
Fesco Board (homogeneous)
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SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET,

TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Anchor Sheet Insulation Roof Cover (Note 15)
System Deck Deck Surf = MDP
ec urface asten
No. (Note 1) Type Type Attach Base To Attach Base PI Pl Cap PI (psf)
Treatment P Treatment yp (Note 11) P Y Y pFly
7-inch o.c. at the Min. 0.125-inch STURDY-DEK
Min. 22 ga., Min. 490 psi, TRI-BUILT Trufast min. d-inch side Asph"altlc Cover Board 'or min.
type BV, min. 2-inch Fiberglass FM-90 laps and 7-inch o.c Min. 1.5" Ak DensDeck Primg,or hot (Optional)
LWC-57 | Grade 40 None s onen None & Base P © . SECUROCK Gypsum-Fiber Roof APP-TA P APP-TA -67.5
Elastizell with Base Sheet at two, equally ACFoam Il asphalt APP-TA
steel, 6 ft . Sheet Board. Top surface may be
Zell-Crete Fibers 35Q spaced, staggered , R | .
span Fastener center rows optionally primed with Tropical
#410 Quick Dry.

TABLE 4p: LIGHTWEIGHT CONCRETE DECKS OVER STEEL or STRUCTURAL CONCRETE DECK — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck = T MDP
ec urface
No. Note 1 sf
(Note 1) Treatment LWC Treatment Type Fasten (Note 11) Attach Base Ply Cap Ply
PRE-EXISTENT CELLULAR LIGHTWEIGHT CONCRETE:
SELF-ADHERING SYSTEMS:
Min. 22 ga., Type BV, Min. 300 psi, min. 2-inch . | 7inch o.c. at the min. 2-inch lap
) Trufast Twin Loc-Nail and 7-inch o.c. in two (2), equally
Grade 33 steel, 5 ft pre-existent cellular TRI-BUILT SA
span or structural None lishtweight insulatin None Nailbase Assembled Fastener spaced, staggered center rows, SBS-SA SBS-SA -60.0
LWC-58 | sP g £ g (min. 1.8”) Tropical #410 Quick Dry at stress
concrete concrete.
plates
Note: | To qualify the LWIC under this assembly, a 1.8-inch Trufast Twin Loc-Nail Assembled Fastener shall achieve an average withdrawal of 73 Ibf when tested per Note 11.
Min. 22 ga., Type BV, Min. 300 psi, min. 2-inch ) . 9-|nch'o.c. at th'e min. 2-inch lap
) Trufast Twin Loc-Nail and 9-inch o.c. in two (2), equally
Grade 33 steel, 5 ft pre-existent cellular TRI-BUILT SA
span or structural None lishtweight insulatin None Nailbase Assembled Fastener spaced, staggered center rows, SBS-SA SBS-SA -60.0
LWE-59 | P & 5 g (min. 1.8”) Tropical #410 Quick Dry at stress
concrete concrete.
plates
Note: | To qualify the LWIC under this assembly, a 1.8-inch Trufast Twin Loc-Nail Assembled Fastener shall achieve an average withdrawal of 93 Ibf when tested per Note 11.
HYBRID SYSTEMS:
g"r':d jéfas't'ezp: f'iv’ 'V:'e"_'e ii(l?e‘:ft";:l'l['ji:r"ncr' TRI-BUILT Trufast Twin Loc-Nail | 9-inch o.c. at the 4-inch lap and 9- SBS-AA
<oan or structL;raI None IF: htweight insulatin None Fiberglass Base Assembled Fastener inch o.c. in two (2), equally spaced, | SBS-SA-H or APP- -60.0
LWC-60 | P e g J Sheet 35Q (min. 1.8”) staggered center rows TA
concrete concrete.
Note: | To qualify the LWIC under this assembly, a 1.8-inch Trufast Twin Loc-Nail Assembled Fastener shall achieve an average withdrawal of 88 Ibf when tested per Note 11.
CONVENTIONAL SYSTEMS:
in. 22 ga. B in. i, min. 2-i ) . . - .
g/lrI:de éi{ezp; ftV’ l\/llfL?-eii()s(t)eZs:Icr::I:ZIar inch TRI-BUILT Trufast Twin Loc-Nail 9-inch o.c. at the 4-inch lap and 9- (Optional) SBS-AA
LwWcC-61 span or structL;raI None Irl, htweight insulatin None Fiberglass Base Assembled Fastener inch o.c. in two (2), equally spaced, | BP-AAor or APP- -60.0
P s & 6 Sheet 35Q (min. 1.8”) staggered center rows APP-TA TA
concrete concrete.
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TABLE 4p: LIGHTWEIGHT CONCRETE DECKS OVER STEEL or STRUCTURAL CONCRETE DECK — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck . surf MDP
ec urface
No. Note 1 sf
(Note 1) S LWC - Type Fasten (Note 11) Attach Base Ply Cap Ply (psf)
Note: | To qualify the LWIC under this assembly, a 1.8-inch Trufast Twin Loc-Nail Assembled Fastener shall achieve an average withdrawal of 88 Ibf when tested per Note 11.
Min. 22 ga., Type BV, Min. 390 psi, min. 2-inch TRI-BUILT Trufast Twin Loc-Nail 7-inch o.c. at the 4-inch lap and 7- SBS-AA
Grade 33 steel, 5 ft pre-existent cellular . . X
span or structural None lishtweight insulatin None Fiberglass Base Assembled Fastener inch o.c. in two (2), equally spaced, | BP-AA or APP- -67.5
LWC-62 | 5P 6 g e Sheet 35Q (min. 1.8”) staggered center rows TA
concrete concrete.
Note: | To qualify the LWIC under this assembly, a 1.8-inch Trufast Twin Loc-Nail Assembled Fastener shall achieve an average withdrawal of 77 Ibf when tested per Note 11.
CeLCORE (FL2037):
SELF-ADHERING SYSTEMS:
Min. 470 psi, min. 2-inch
Min. 22 ga., type BV, Celcore S-1 | Celcore MF Cellular Celcore PVA 7-inch o.c. at the min. 4-inch side
. . TRI-BUILT SA Trufast FM-90 B .
LWC-63 | Grade 40 steel, 6 ft Deck Concrete with Celcore HS | Curing R Y a R 0 laps and 7-inch o.c. at two, equally SBS-SA SBS-SA -45.0
) P Nailbase Sheet Fastener
span Preparation | Rheology Modifying Compound spaced, staggered center rows
Admixture
HYBRID SYSTEMS:
Min. 470 psi, min. 2-inch
Min. 22 ga., type BV, Celcore S-1 | Celcore MF Cellular Celcore PVA TRI-BUILT Trufast FM-90 Base 7-inch o.c. at the min. 4-inch side SBS-AA
LWC-64 | Grade 40 steel, 6 ft Deck Concrete with Celcore HS | Curing Fiberglass Base Sheet Fastener laps and 7-inch o.c. at two, equally SBS-SA-H or APP- -45.0
span Preparation | Rheology Modifying Compound Sheet 35Q spaced, staggered center rows TA
Admixture
CONVENTIONAL SYSTEMS:
Min. 470 psi, min. 2-inch
Min. 22 ga., type BV, Celcore S-1 | Celcore MF Cellular Celcore PVA TRI-BUILT Trufast FM-90 Base 7-inch o.c. at the min. 4-inch side (Optional) SBS-AA
LWC-65 | Grade 40 steel, 6 ft Deck Concrete with Celcore HS | Curing Fiberglass Base Sheet Fastener laps and 7-inch o.c. at two, equally BP-AA or or APP- -45.0
span Preparation | Rheology Modifying Compound Sheet 35Q spaced, staggered center rows APP-TA TA
Admixture
g/'r':d jéi't'ezp: f'iv’ Min. 300 psi, min 2-inch | Celcore PVA | TRI-BUILT Trufast V.90 Base 7-inch o.c. at the 3-inch lap and 7- SBS-AA
LWC-66 ! None Celcore Cellular Curing Fiberglass Base inch o.c. in two (2), equally spaced, | BP-AA or APP- -75.0
span or structural Sheet Fastener
Concrete. Compound Sheet 35Q staggered center rows TA
concrete
CONCRECEL (FL5584 & FL10500):
CONVENTIONAL SYSTEMS:
Min. 22 ga., Type BV, . .
Grade 80 steel, 5 ft Concrecel |\ 300 psi, min 2%-inch | Concrece! TRI-BUILT OMG CR Base Ply 7-incho.c. atthe 3-inchlapand 7- | oo | SBS-AA
LWC-67 Bonding Curing Fiberglass Base inch o.c. in two (2), equally spaced, or APP- -52.5
span or structural Concrecel Concrete. Fastener (1.7) BP-AA
Agent Compound Sheet 35Q staggered center rows TA
concrete
ELASTIZELL (FL4994):
SELF-ADHERING SYSTEMS:
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NEmoO | etc.e

TABLE 4p: LIGHTWEIGHT CONCRETE DECKS OVER STEEL or STRUCTURAL CONCRETE DECK — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
Syst Deck MDP
ystem ec
Deck Surface
No. (Note 1) S LWC Treuatment Type Fasten (Note 11) Attach Base Ply Cap Ply (psf)
Min. 22 ga., type BV, Min. 490 psi, min. 2-inch 7-inch o.c. at the min. 4-inch side
LWC-68 | Grade 40 steel, 6 ft None Elastizell with Zell-Crete None LZ:IE:J;:T SA ;;ZEtS;:xe:SrBase laps and 7-inch o.c. at two, equally SBS-SA SBS-SA -45.0
span Fibers spaced, staggered center rows
HYBRID SYSTEMS:
Min. 26 ga. steel at max Min. 200 osi. min 2-inch TRI-BUILT :r”:‘”t FM—E]J_O Bfas;e?hget 7%-inch o.c. at the 4-inch lap and SBS-AA
LWC-69 | 5 ft spans or structural None EIasiizeII pst None Fiberglass Base ng-eNr:ielr:srse::bT;d win 7Y%-inch o.c. in two (2), equally SBS-SA-H or APP- -30.0
concrete ' Sheet 35Q Fastener (1.8 inch) spaced, staggered center rows TA
g/lrl:dj 233g :;ylpse fiv’ Min. 200 psi, min 2-inch TRI-BUILT :ru:aSt e wn! | 7-inch o.c. at the 4-inch lap and 7- SBS-AA
LWC-70 span or structL;raI None EIasiizeII pst None Fiberglass Base Lzz-eNr:ielr:srse::bT:d win inch o.c. in two (2), equally spaced, | SBS-SA-H or APP- -45.0
concrete Sheet 35Q Fastener (1.8 inch) staggered center rows TA
Min. 22 ga., type BV, Min. 490 psi, min. 2-inch TRI-BUILT Trufast FM-90 Base 7-inch o.c. at the min. 4-inch side SBS-AA
LWC-71 | Grade 40 steel, 6 ft None Elastizell with Zell-Crete None Fiberglass Base Sheet Fastener laps and 7-inch o.c. at two, equally SBS-SA-H or APP- -45.0
span Fibers Sheet 35Q spaced, staggered center rows TA
CONVENTIONAL SYSTEMS:
Min. 26 ga. steel at max Min. 200 psi. min 2-inch TRI-BUILT :r”IaSt FM'?FO iasffh?et 7%-inch o.c. at the 4-inch lap and (Optional) SBS-AA
LWC-72 | 5 ft spans or structural None EIas{izeII psl, None Fiberglass Base LZZ_EZT:;Q;:';; win 7%-inch o.c. in two (2), equally BP-AA or or APP- -30.0
concrete ’ Sheet 35Q Fastener (1.8 inch) spaced, staggered center rows APP-TA TA
Min. 22 ga., type BV, Min. 490 psi, min. 2-inch TRI-BUILT Trufast FM-90 Base 7-inch o.c. at the min. 4-inch side (Optional) SBS-AA
LWC-73 | Grade 40 steel, 6 ft None Elastizell with Zell-Crete None Fiberglass Base Sheet Fastener laps and 7-inch o.c. at two, equally BP-AA or or APP- -45.0
span Fibers Sheet 35Q spaced, staggered center rows APP-TA TA
g'r':a j;gas‘t';‘l”’; :V' i, 200 osi. min 2. 3B TRI-BUILT Trufast FM-90 Base Sheet. | 7.jnch o,c. at the 4-inch lapand 7- | (Optional) | 5B5-AA
LWC-74 span or structL;raI None EIas'.cizeII pst None Fiberglass Base Lgi_eNr;ﬁrerse:szd win inch o.c. in two (2), equally spaced, | BP-AAor or APP- -45.0
P ’ Sheet 35Q F ; staggered center rows APP-TA TA
concrete astener (1.8 inch)
MEARLCRETE (FL13492):
CONVENTIONAL SYSTEMS:
Min. 22 ga., Type BV, . .
Grade 33 steel, 5 ft Min. 250 psi, min 2-inch TRI-BUILT OMG CR Base Ply 7-incho.c. atthe d-inchlapand 7- | oo | SBS-AA
LWC-75 <pan or structural None Mearlcrete None Fiberglass Base Fastener (1.7) inch o.c. in two (2), equally spaced, BP_AA or APP- -45.0
czncrete : Sheet 35Q ' staggered center rows TA
Min. 22 ga., Type BV, . .
TRI-BUILT 7-inch o.c. at the 4-inch | d7- SBS-AA
Grade 33 steel, 5 ft Min. 300 psi, min 2-inch . OMG CR Base Ply /minch 0.¢. at the #-inch 'ap an (Optional)
LWC-76 <pan or structural None Mearlerete None Fiberglass Base Fastener (1.7) inch o.c. in two (2), equally spaced, BP-AA or APP- -52.5
Cchrete ’ Sheet 35Q ' staggered center rows TA
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Attach Attach Primer P
No. (Notes 1, Note 12) ac ac of
Type Notes 678 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
SELF-ADHERING SYSTEMS:
) . (Optional) Additional layer(s) of base insulation Tropical )
CWF-1. | Tectum 2’}'1']';";'5"”‘:" ACFoam ltor-1 v osra and/or min. 0.25-inch DensDeck Prime or M-OSFA #410 Quick | SBS-SA (Sfégf'sina') SBS-SA -60.0
SECUROCK Gypsum-Fiber Roof Board. Dry
. ) (Optional) Additional layer(s) of base insulation Tropical .
CWF-2. | Tectum 2/:]']2";'5 inch ACFoam Il or H :\:cgf)FcA’ 6 and/or min. 0.25-inch DensDeck Prime or i'\r:lcgtiA’ i #410 Quick SBS-SA (S(ggflsc;\nal) SBS-SA -90.0
- SECUROCK Gypsum-Fiber Roof Board. o Dry
Existing . . Tropical .
Min. 1.5-inch ACFoam I, ) ) . (Optional) «
CWF-3. | Tectum (re ENRGY 3 or Multi-Max FA3 OB500 Min. 0.25-inch DensDeck OB500 #410 Quick SBS-SA SBS-SA SBS-SA -45.0
roof only) Dry
Existing Min. 1.5-inch ACFoam Il Min. 0.25-inch SECUROCK Gypsum-Fiber Roof (Optional)
_ _ B ’ » V. £07 X R = B *
CWF-4. | Tectum (re ENRGY 3 or Multi-Max FA3 0OB500 Board OB500 None SBS-SA SBS-SA SBS-SA 45.0
roof only)
Min. 1-inch ENRGY 3, H-Shield Tropical .
CWF-5. | Tectum or H-Shield CG or min. 1.5-inch gz:yzz (B::'A” Min. 0.25-inch DensDeck ﬁg:yz:: EQAAW #410 Quick | SBS-SA (s(;gf'sc;”a') $BS-SA -52.5
Multi-Max FA3 or Ultra-Max 4 ¥ Dry
Min. 1-inch ENRGY 3, H-Shield . . , .
CWF-6. | Tectum or H-Shield CG or min. 1.5-inch So:yse: (B:;/IAor BM'”'(?'ZS"”Ch SECUROCK Gypsum-Fiber Roof go:yse: ERMA“ None SBS-SA (SCI;E:“SOAnal) SBS-SA 52.5
Multi-Max FA3 or Ultra-Max olyse o olyse
HYBRID SYSTEMS:
. . (Optional) Additional layer(s) of base insulation .
CWF-7. | Tectum 2?1']2";'5 inch ACFoam llor | 1 6ga and/or min. 0.25-inch DensDeck Prime or M-OSFA None oA ﬁ”::’zsg_ii oo | 600
SECUROCK Gypsum-Fiber Roof Board.
Min. 1.5-inch ACFoam Il or H- | M-OSFA, 6- (Optional) Additional layer(s) of base insulation |\ eey o SBS-SA- | (Optional) BP- | SBS-AAor
CWEF-8. | Tectum Shield inch o.c and/or min. 0.25-inch DensDeck Prime or inch o.c None H AA or APP-TA APP-TA -90.0
h SECUROCK Gypsum-Fiber Roof Board. o
CONVENTIONAL SYSTEMS:
. . Optional additional layers of base insulation, .
CWF-9. | Tectum 2/}'1']2";'5"“" AcFoamllorH- | 1. oska followed by min. 0.25-inch DensDeck Prime or | M-OSFA None T;PA?AM (A(i\p::’;sg_iz Zii_ﬁf\ | -60.0
SECUROCK Gypsum-Fiber Roof Board
. . Optional additional layers of base insulation, .
CWF-10. | Tectum x\lir;'l;'s-mCh ACFOSIQgor H- :\:;g??’ & followed by min. 0.25-inch DensDeck Prime or :\:;SZFCA' & None iF;;)AJA_Aor (AOAp:rOX:IP)-ii- Z?’SP-?AA or -90.0
h SECUROCK Gypsum-Fiber Roof Board. o
Existing Min. 1.5-inch ACFoam Il Min. 0.5-inch Structodek High Density (Optional) BP- | SBS-AA or
CWF-11. I:g;‘;nr?h(/;e ENRGY 3 or Multi-Max FA3 0B500 Fiberboard 0B500 None BP-AA | AAOrAPP-TA | APP-TA 450
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Attach Attach Primer P
No. (Notes 1, Note 12) ac ac of
Type Notes 678 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Existing . . . . . .
Min. 1.5-inch ACFoam I, Min. 0.25-inch SECUROCK Gypsum-Fiber Roof BP-AA or | (Optional) BP- | SBS-AA or «
CWF-12. :sg:‘;“r:l\(/;e ENRGY 3 or Multi-Max FA3 0B300 Board or DensDeck or DensDeck Prime o - APP-TA | AAorAPP-TA | APP-TA 450
Min. 1-inch ENRGY 3, H-Shield,
or H-Shield CG, min. 1.3-inch Polyset BM or | Min. 0.5-inch Structodek High Density (Optional) BP- | SBS-AA or
CWF-13. | Tectum ACFoam Ill or min. 1.5-inch Polyset CRA | Fiberboard PoOly>STRE™  WRO"e BP-AA | AAorAPP-TA | APP-TA 525
Multi-Max FA3 or Ultra-Max
cwr1a. | Tectum Z/:':'Slh'l';lcg 52 Zf\:nsm HI'SSh_'ii'fh Polyset BM or | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof | PolysetBMor | |\ BP-AAor | (Optional) BP- | SBS-AAor |
’ . o Polyset CRA Board or DensDeck or DensDeck Prime Polyset CRA APP-TA AA or APP-TA APP-TA '
Multi-Max FA3 or Ultra-Max

TABLE 58: CEMENTITIOUS WOOF FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF) OR RECOVER

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
System Deck e [ R, MDP
No. Note 1 B ac ac sf
(Note 1) Type Note 11 Attach Type Notes 67,8 Type Notes 6.7.8 Base Ply Ply CapPly | (psf)
HYBRID SYSTEMS:
TRI-BUILT . . 6-inch o.c. at the 4-inch lap Min. 1.5-inch (Optional) Min. 0.25-
Trufast T Loc-Nail Rk . . BS-AA
Fiberglass rufast Twin Loc-Nall 1410 inch o.c.intwo (2), | ACFoam I, inch SECUROCK sBS-sA- | (Optional) | °B°
CWF-15. | Tectum Assembled Fastener hot asphalt . hot asphalt or APP- -60.0
Base Sheet (Field W/D > 80 Ibf) equally spaced, staggered ENRGY 3 or Gypsum-Fiber Roof H APP-TA TA
3s5Q center rows Multi-Max FA3 Board
TBI—BUILT Trufast Twin Loc-Nail 7—|nch.o.c. at th.e 4-inch lap Min. 1.5-inch .(Optlonal) Min. 0.25- . SBS-AA
Fiberglass and 7-inch o.c. in two (2), ACFoam II, inch SECUROCK SBS-SA- (Optional)
CWF-16. | Tectum Assembled Fastener hot asphalt ) hot asphalt or APP- -60.0
Base Sheet (Field W/D > 69 Ibf) equally spaced, staggered ENRGY 3 or Gypsum-Fiber Roof H APP-TA TA
35Q center rows Multi-Max FA3 Board
CONVENTIONAL SYSTEMS:
4 . . . Min. 0.75-inch
TS| st intocnan | SScate s | M Lot —
CWF-17. | Tectum g Assembled Fastener o ! ! hot asphalt | (homogeneous) or min. hot asphalt BP-AA P or APP- -60.0
Base Sheet . equally spaced, staggered ENRGY 3 or . BP-AA
350 (Field W/D > 80 Ibf) centerwal Multi-Max EA3 0.5-inch Structodek TA
High Density Fiberboard
) . . . Min. 0.75-inch
PR | st toctn | TS0 e | i Lot —
CWF-18. | Tectum g Assembled Fastener - ! ! hot asphalt | (homogeneous) or min. hot asphalt BP-AA P or APP- -60.0
Base Sheet . equally spaced, staggered ENRGY 3 or . BP-AA
(Field W/D > 69 Ibf) ) 0.5-inch Structodek TA
3sQ center rows Multi-Max FA3 . -
High Density Fiberboard
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NEmoO | etc.e
TABLE 5¢c: CEMENTITIOUS WOOD FIBER DECKS — REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer(s) : i = MDP
No. (Note 1) (Note 3, Note 13) Type Fasten (Note 11) s Base Ply Ply Cap Ply (psf)
Note 17)
Existing (Optional) One or more layers, Min. 0.5-inch Structodek High OMG F,’Iolymer GypTec 1 per (Optional) BP-AA or APP- SBS-AA or
CWF-19. Tectum any combination, loose laid Density Fiberboard Roof Insulation with 3" GypTec Plate 2.0 ft? BP-AA TA APP-TA 4507
v g ¥ (Field W/D > 180 Ibf) :
cwrao, | S| Onteranerorear | W02 bensker | s aprectine | L | spanorspera | SPUnmara | st
v ' (Field W/D > 160 Ibf) ‘
. . . . . Trufast Twin Loc-Nail .
Existing (Optional) One or more layers, Min. 0.5-inch Structodek High 1 per (Optional) BP-AA or APP- SBS-AA or
CWF-21. Tectum any combination, loose laid Density Fiberboard Roof Insulation Assembled Faztghicl 2.0 ft? B TA APP-TA 4507
v ' ¥ (Field W/D > 180 Ibf) :
Min. 0.25-inch DensDeck or Trufast Twin Loc-Nail
Existi i | | 1 i 1) BP-AA or APP- BS-AA
w22, | e gonptc'z':b)“g:;ﬁ' e ™ | DensDeck Prime or SECUROCK Assembled Fastener 5ot | BP-AAOrAPP-TA (T(ipm”a ) o prsiend -45.0*
4 ! Gypsum-Fiber Roof Board (Field W/D > 180 Ibf) ’

TABLE 5p: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF) OR REROOF

SYSTEM TYPE E-2: MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) Base I Fasten (Note 11) I Attach Base Ply Cap Ply (psf)
SELF-ADHERING SYSTEMS:
. Trufast Twin Loc-Nail Assembled | 6-inch o.c. at the 4-inch lap and 10-inch o.c. in two
WEF-23. T TRI-BUILT SA Nail BS-SA BS-SA -60.
¢ 3 ectum UILT SA Nailbase Fastener (Field W/D > 80 lbf) (2), equally spaced, staggered center rows SB5-S SB5-S 60.0
. Trufast Twin Loc-Nail Assembled | 7-inch o.c. at the 4-inch lap and 7-inch o.c. in two
WEF-24. T TRI-BUILT SA Nail BS-SA BS-SA -60.
¢ ectum UILT SA Nailbase Fastener (Field W/D > 69 lbf) (2), equally spaced, staggered center rows SB5-S SB5-S 60.0
CONVENTIONAL SYSTEMS:
. Trufast Twin Loc-Nail Assembled | 6-inch o.c. at the 4-inch lap and 10-inch o.c. in two SBS-AA or APP-
WEF-25. T TRI-BUILT F | B h BP-AA -60.
¢ > ectum v iberglass Base ShSEERRL Fastener (Field W/D > 80 Ibf) (2), equally spaced, staggered center rows TA 600
) Trufast Twin Loc-Nail Assembled | 7-inch o.c. at the 4-inch lap and 7-inch o.c. in two SBS-AA or APP-
CWF-26. Tectum TRI-BUILT Fiberglass Base Sheet 35Q Fastener (Field W/D > 77 Ibf) (2), equally spaced, staggered center rows BP-AA TA 675
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TABLE 6A: GYPSUM DECKS —REROOF (TeAR-OFF)

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck R R MDP
No. Note 1, Note 12 cl ac sf
( ) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
SELF-ADHERING SYSTEMS:
Existing gypsum Min. 1.5-inch ACFoam II, ACFoam IIl, ENRGY Min. 0.25-inch SECUROCK .
6L deck 3, H-Shield or H-Shield CG M-OSFA Gypsum-Fiber Roof Board oY Y (Optional) SBS-SA SBS-5A 172.5
. . . . Min. 0.25-inch DensDeck
G-2. Existing gypsum | Min. 1.5-inch ACFoam Il, ENRGY 3 or Multi- | ) o) primed with Tropical #410 M-OSFA SBS-SA (Optional) SBS-SA | SBS-SA 1925
deck Max FA3 .
Quick Dry
Existing gypsum One or more layer(s), min. 1.5-inch ACFoam Min. 0.25-inch SECUROCK .
G-3. deck II, ACFoam Ill, H-Shield or H-Shield CG M-PG1 Gypsum-Fiber Roof Board b G SBS-SA (Optional) SBS-SA | SBS-SA 172:5
. Min. 0.25-inch DensDeck
Existing gypsum . . . . . .
G-4. deck Min. 1.5-inch ACFoam Il or ENRGY 3 0OB500 primed with Tropical #410 OB500 SBS-SA (Optional) SBS-SA SBS-SA -135.0
Quick Dry
Existing gypsum One or more layer(s), min. 1.5-inch ACFoam Min. 0.25-inch SECUROCK .
G5 deck Il, ACFoam Ill, H-Shield or H-Shield CG 08500 Gypsum-Fiber Roof Board pes00 SBS-SA (Optional) SBS-SA SBS-SA 172:5
Existing gypsum One or more layer(s), min. 1.5-inch ACFoam Min. 0.25-inch SECUROCK .
G| Geck II, ACFoam Ill, H-Shield or H-Shield CG Polyset BM Gypsum-Fiber Roof Board Polyset BM SBS-SA (Optional) SBS-SA | SBS-SA 1725
One or more layer(s), min. 1-inch H-Shield
. Existing gypsum or ENRGY 3, min. 1.3-inch ACFoam Ill or Min. 0.25-inch SECUROCK : . ) ) .
G7. deck min. 1.5-inch ACFoam I, Multi-Max FA3 or Polyset CRg Gypsum-Fiber Roof Board Polyset CRA SBS-5A (Optional) SBS-SA SBS-5A 1725
Ultra-Max
Existin sum min. 1-inch H-Shield or ENRGY 3, min. 1.3- Min. 0.25-inch DensDeck
G-8.  eYP inch ACFoam Il or min. 1.5-inch ACFoam I, Polyset CRA primed with Tropical #410 Polyset CRA SBS-SA (Optional) SBS-SA SBS-SA -192.5
deck . R
Multi-Max FA3 or Ultra-Max Quick Dry
HYBRID SYSTEMS:
M-OSFA, M- M-OSFA, M-
- ) ) . (Optional) Min. 0.25-inch ,
y Existing gypsum One or more layer(s), min. 1.5-inch ACFoam | PG1, OB500, o PG1, OB500, epL . ; SBS-AA or )
G9 1 geck Il, ACFoam Ill, H-Shield or H-Shield CG Polyset BM, :Eiggg:rzeypsum Fiber Polyset BM, SBS-SAH (Optional) APP-TA | op 1A 187.5
Polyset CRA Polyset CRA
CONVENTIONAL SYSTEMS:
Existing gypsum Min. 1.5-inch ACFoam I, ENRGY 3 or H- Min. 0.5-inch Structodek (Optional) BP-AA SBS-AA or
G-10. deck Shield M-OSFA High Density Fiberboard M-OSFA BP-AA or APP-TA APP-TA 127.5
Existing gypsum One or more layer(s), min. 1.5-inch ACFoam Min. 0.25-inch SECUROCK BP-AA or APP- | (Optional) BP-AA SBS-AA or
-11. - - -187.
G deck II, ACFoam lIl, H-Shield or H-Shield CG M-OSFA Gypsum-Fiber Roof Board M-OSFA TA or APP-TA APP-TA 875
: Existing gypsum Min. 1.5-inch ACFoam II, ENRGY 3 or H- ) . r . . (Optional) BP-AA SBS-AA or .
G-12. deck Shield M-OSFA Min. 0.25-inch DensDeck M-OSFA BP-AA or APP-TA APP-TA 2325
: Existing gypsum . chi ’ Min. 0.25-inch SECUROCK ) BP-AA or APP- | (Optional) BP-AA SBS-AA or .
G-13. deck Min. 2-inch ACFoam I, ENRGY 3 or H-Shield | M-OSFA Gypsum-Fiber Roof Board M-OSFA TA or APP-TA APP-TA 202.5
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TABLE 6A: GYPSUM DECKS — REROOF (TeAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Feah e MDP
No. Note 1, Note 12 aC ac sf
( Note 12) Type Notes 6.7 8 Type Notes 67.8 Base Ply Ply Cap Ply (psf)
614 Existing gypsum One or more layer(s), min. 1.5-inch ACFoam M-PG1 Min. 0.25-inch SECUROCK M-PG1 BP-AA or APP- | (Optional) BP-AA SBS-AA or 1875
: deck 11, ACFoam I, H-Shield or H-Shield CG Gypsum-Fiber Roof Board TA or APP-TA APP-TA '
Existing gypsum Min. 1.5-inch ACFoam II, ENRGY 3 or H- Min. 0.5-inch Structodek (Optional) BP-AA SBS-AA or
G-15. deck Shield 08500 High Density Fiberboard " BP-"R or APP-TA APP-TA 120.0
Min. 0.25-inch DensDeck,
Existing gypsum Min. 1.5-inch ACFoam Il, ENRGY 3 or H- DensDeck Prime or BP-AA or APP- | (Optional) BP-AA SBS-AA or
G-16. deck Shield 0B500 SECUROCK Gypsum-Fiber 0B500 TA or APP-TA APP-TA 135.0
Roof Board
G-17. Existing gypsum One or more Iayer(.s), min. 1.5—.|nch ACFoam 0B500 Min. 0.25—.|nch SECUROCK OB500 BP-AA or APP- | (Optional) BP-AA SBS-AA or 1875
deck Il, ACFoam lIl, H-Shield or H-Shield CG Gypsum-Fiber Roof Board TA or APP-TA APP-TA
Existing gypsum One or more layer(s), min. 1.5-inch ACFoam Min. 0.25-inch SECUROCK BP-AA or APP- | (Optional) BP-AA SBS-AA or
G181 Geck Il, ACFoam Ill, H-Shield or H-Shield CG Polyset BM Gypsum-Fiber Roof Board Polyset BM A or APP-TA APP-TA 187.5
Min. 1-inch ENRGY 3, H-Shield or H-Shield
Existing gypsum . . P ) Min. 0.5-inch Structodek (Optional) BP-AA SBS-AA or
G-19. deck E/IGa)c()r min. 1.5-inch Multi-Max FA3 or Ultra Polyset CRA High Density Fiberboard Polyset CRA BP-AA or APP-TA APP-TA 180.0
Existing gypsum One or more layer(s), min. 1.5-inch ACFoam Min. 0.25-inch SECUROCK BP-AA or APP- | (Optional) BP-AA SBS-AA or
620 | Geck Il, ACFoam Ill, H-Shield or H-Shield CG Polyset CRA Gypsum-Fiber Roof Board Polyset CRA A or APP-TA APP-TA 187.5
Min. 1-inch ENRGY 3, H-Shield or H-Shield
: Existing gypsum R - ¢ - ) Min. 0.25-inch SECUROCK . (Optional) BP-AA SBS-AA or }
G-21. deck :\Zﬂ(i)(()r min. 1.5-inch Multi-Max FA3 or Ultra Polyset CRA Gypsum-Fiber Roof Board Polyset CRA BP-AA or APP-TA APP-TA 225.0
- Min. 1-inch ENRGY 3, H-Shield or H-Shield . .
G-22. | EXIStingEYPSUM | - hin 1 5-inch Multi-Max FA3 of Ultra- | Polyset CRA Min. 0.25-inch SECUROCK Polyset CRA APP-TA (Optional) APP-TA | APP-TA 2325
deck Max Gypsum-Fiber Roof Board
L Min. 1-inch ENRGY 3, H-Shield or H-Shield )
G-23. Existing gypsum CG or min. 1.5-inch Multi-Max FA3 or Ultra- | Polyset CRA Min. 0.25-inch DensDeck Polyset CRA BP-AA (Optional) BP-AA SBS-AA or -240.0
deck Max or APP-TA APP-TA
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NEmoO | etc.e
TABLE 68: GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Attach Attach MDP
No. (Note 1) Type Fasten (Note 11) Attach Type (Notes Type (Notes | Base Ply Ply Cap Ply (psf)
6,7,8 6,7,8)
HYBRID SYSTEMS:
. . . 6-inch o.c. at the 4-inch lap . .
Existing T.Rl—BUILT Trufast Twin Loc-Nail and 10-inch o.c. in two (2), Min. 1.5-inch hot SBS-SA- (Optional) | SBS-AA or
G-24. gypsum Fiberglass Base Assembled Fastener equally spaced. stageered ACFoam II, ENRGY 3 asphalt None N/A " APP-TA APP-TA -60.0
deck Sheet 35Q (Field W/D > 80 Ibf) quatly spaced, stage or Multi-Max FA3 i
center rows
s . . 7-inch o.c. at the 4-inch lap . .
Existing TBI—BUILT Trufast Twin Loc-Nail and 7-inch o.c. in two (2), Min. 1.5-inch hot SBS-SA- (Optional) | SBS-AA or
G-25. gypsum Fiberglass Base Assembled Fastener equally spaced, stageered ACFoam II, ENRGY 3 asphalt None N/A H APP-TA APP-TA -60.0
deck Sheet 35Q (Field W/D > 69 Ibf) quatly spaced, stage or Multi-Max FA3 N
center rows
CONVENTIONAL SYSTEMS:
. . Min. 0.75-inch
Existing | TRI-BUILT Trufast Twin Loc-Nail | onch o< atthed-inchlap |\ ) g FescoBoard A
. and 10-inch o.c. in two (2), hot . hot (Optional) | SBS-AA or
G-26. gypsum Fiberglass Base | Assembled Fastener equally spaced. stageered ACFoam Il, ENRGY 3 asphalt (homogeneous) or min. asphalt BP-AA BPAA APP-TA -60.0
deck Sheet 35Q (Field W/D > 80 Ibf) qually sp »S1age or Multi-Max FA3 P 0.5-inch Structodek P
center rows A -
High Density Fiberboard
. . Min. 0.75-inch
Existing TRI-BUILT Trufast Twin Loc-Nail | /ncho.c.atthedeinchlap | . o0 FescoBoard )
. and 7-inch o.c. in two (2), hot . hot (Optional) | SBS-AA or
G-27. gypsum Fiberglass Base | Assembled Fastener equally spaced. stageered ACFoam Il, ENRGY 3 asphalt (homogeneous) or min. asphalt BP-AA BP-AA APP-TA -60.0
deck Sheet 35Q (Field W/D > 69 Ibf) quaty S - G or Multi-Max FA3 P 0.5-inch Structodek P
center rows A A
High Density Fiberboard
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NEmoO | etc.e
TABLE 6¢: GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15
System Deck Base Insulation Layer(s) : b (Note 15) Y
No. (Note 1) (Note 3, Note 13) Type Fasten (Note 11) CBEED Base Ply Ply Cap Ply
Note 17)
628 Existing (Optional) One or more layers, g{;:sﬁsg:gz};;;::;t:gzr High OMG Polymer GypTec with 3” GypTec 1 per BP-AA (Optional) BP-AA or | SBS-AA or 45.0*
’ gypsum deck | any combination, loose laid Insulat\i/on Plate (Field W/D > 180 Ibf) 2.0 ft? APP-TA APP-TA ’
6-29 Existing (Optional) One or more layers, Min. 0.25-inch DensDeck or OMG Polymer GypTec with 3” GypTec 1 per BP-AA or APP- | (Optional) BP-AA or | SBS-AA or -45.0*
’ gypsum deck | any combination, loose laid DensDeck Prime Plate (Field W/D > 160 Ibf) 1.8 ft? TA APP-TA APP-TA ’
6-30 Existing (Optional) One or more layers, g;:sgsg:gg:;s;;tsgzr High Trufast Twin Loc-Nail Assembled 1 per BP-AA (Optional) BP-AA or | SBS-AA or -45.0%
! gypsum deck | any combination, loose laid Insulat\i/on Fastener (Field W/D > 180 Ibf) 2.0 ft? APP-TA APP-TA ’
631 Existing (Optional) One or more layers, g/le!:;gézci_:]rci:wsir:ssoliicllj(;(;CK Trufast Twin Loc-Nail Assembled 1 per BP-AA or APP- | (Optional) BP-AA or | SBS-AA or 45,0
’ gypsum deck | any combination, loose laid . Fastener (Field W/D > 180 Ibf) 2.0 ft2 TA APP-TA APP-TA ’
Gypsum-Fiber Roof Board

TABLE 60: GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE E-2: MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) Base Fasten (Note 11) | Attach Base Ply Cap Ply (psf)
SELF-ADHERING SYSTEMS:
Existing gypsum ) Trufast Twin Loc-Nail Assembled 6-inch o.c. at the 4-inch lap and 10-inch o.c. in two
G-32. TRI-BUILT SA Nailb SBS-SA SBS-SA -60.0
deck atlbase Fastener (Field W/D > 80 Ibf) (2), equally spaced, staggered center rows
Existing gypsum . Trufast Twin Loc-Nail Assembled 9-inch o.c. at the 4-inch lap and 9-inch o.c. in two
-33. TRI-BUILT SA Nail BS-SA BS-SA -60.
633 deck UILT SA Nailbase Fastener (Field W/D > 88 Ibf) (2), equally spaced, staggered center rows SB5-S SB5-S 600
CONVENTIONAL SYSTEMS:
Existing gypsum . Trufast Twin Loc-Nail Assembled 6-inch o.c. at the 4-inch lap and 10-inch o.c. in two SBS-AA or
-34. TRI-BUILT F | B h BP-AA -60.
G3 deck v iberglass Base Sheet 35Q Fastener (Field W/D > 80 Ibf) (2), equally spaced, staggered center rows APP-TA 60.0
Existing gypsum . Trufast Twin Loc-Nail Assembled 9-inch o.c. at the 4-inch lap and 9-inch o.c. in two SBS-AA or
-35. TRI-BUILT F | B h BP-AA -67.
G35 deck v iberglass Base Sheet 35Q Fastener (Field W/D > 100 Ibf) (2), equally spaced, staggered center rows APP-TA 675
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Substrate (Note 1, Note 12) Attach Attach Primer MDP
No. S — ac ac sf)*
Type Notes 678 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
SELF-ADHERING SYSTEMS:
i . (Optional) Min. 1.5-inch Tropical )
R-1 E?:Z:wnfnf:ngbczr:/iid BUR or modified ACFoam II, ENRGY 3, H- | hot asphalt Min. 0.25-inch DensDeck | hotasphalt | #410 SBS-SA (S(ggf's‘i\"a') SBS-SA -105.0
Shield or Multi-Max FA3 Quick Dry
- . (Optional) Min. 1.5-inch ) . .
R-2 E?:Z;nfnfrg;/fbc%?ifd BUR or modified ACFoam II, ENRGY 3, H- | hot asphalt gﬂ'”sgnﬁ:g‘zrsgsflj:gg hot asphalt | None SBS-SA (s(;gf'sc;”a') SBS-SA -105.0
Shield or Multi-Max FA3 vp
Existing fully-bonded smooth- or granule- . . . . . Tropical .
e . (Optional) Min. 1.5-inch | M-OSFA or M- | Min. 0.5-inch ACFoam-HD M-OSFA or (Optional)
R-3 | surface asphalt BUR or SBS modified bitumen | ooy or ishield | P61 Coverboard or H-Shield HD | M-PG1 #410 SB5-3A SBS-SA SBS-SA 973
or granule-surface APP modified bitumen Quick Dry
Existing fully-bonded smooth- or granule- . . . . . . .
R-4 | surface asphalt BUR or SBS modified bitumen | (oPtonall Min. 1.5-inch | M-OSFA or M- | Min. 2-inch H-Shield HD M-OSFACr | None SBS-SA (Optional) | gp¢ p -1425
. K ACFoam Il or H-Shield PG1 Composite CG M-PG1 SBS-SA
or granule-surface APP modified bitumen
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch ) . )
R-5 surface asphalt BUR or SBS modified bitumen ACFoam Il, ENRGY 3 or MER=FAorM- | Min. 0.25-.|nch SECUROCK M-OSFA or None SBS-SA (Optional) SBS-SA -172.5
. K R PG1 Gypsum-Fiber Roof Board M-PG1 SBS-SA
or granule-surface APP modified bitumen H-Shield
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch Tropical .
R-6 | surface asphalt BUR or SBS modified bitumen | ACFoam II, ENRGY 3 or PMG?SFA M- Min. 0.25-inch DensDeck m_ggiA | #a10 SBS-SA (S(égf'sc’A”a') SBS-SA -192.5
or granule-surface APP modified bitumen Multi-Max FA3 Quick Dry
Existing fully-bonded smooth- or granule- . : . M-OSFA or M- . . M-OSFA or Tropical .
R-7 | surface asphalt BUR or S8S modified bitumen | \oPtionallMin. 1.5-inch 5, "5 o Min. 0.5-inch ACFoam-HD | ) o, ¢ #410 SBS-SA (Optional) | ¢pe op -315.0
. . ACFoam Il or H-Shield Coverboard or H-Shield HD | . . SBS-SA
or granule-surface APP modified bitumen o.c. inch o.c. Quick Dry
Existing fully-bonded smooth- or granule- . . . M-OSFA or M- . . . M-OSFA or .
R-8 | surface asphalt BUR or SBS modified bitumen | (OPtionall Min. 1.5-inch | 5y ey Min. 2-inch H-Shield HD M-PG1, 6- None SBS-SA (Optional) | gp¢ cp -315.0
. K ACFoam Il or H-Shield Composite CG . SBS-SA
or granule-surface APP modified bitumen o.c. inch o.c.
Existing fully-bonded smooth- or granule- . . . M-OSFA or M- ) . M-OSFA or Tropical )
R-9 | surface asphalt BUR or SBS modified bitumen | (OPtonallMin.1.5-inch | 5o "oy Min. 0.25-inch SECUROCK | ) o, . #410 SBS-SA (Optional) | ¢pe op 315.0
. K ACFoam Il or H-Shield Gypsum-Fiber Roof Board . . SBS-SA
or granule-surface APP modified bitumen o.c. inch o.c. Quick Dry
Existing fully-bonded smooth- or granule- . . . Tropical .
R-10 | surface asphalt BUR or SBS modified bitumen | (OPtional) Min. 1.5-inch | M-PG1-EF Min. 0.5-inch H-shield HD | M-F oL EF #410 SBS-SA (Optional) | gp¢ cp -97.5
- K ACFoam Il or H-Shield ECO ECO . SBS-SA
or granule-surface APP modified bitumen Quick Dry
Existing fully-bonded smooth- or granule- : . . . . . )
R-11 | surface asphalt BUR or SBS modified bitumen | (OPtional) Min. 1.5-inch | M-PG1-EF- Min. 2-inch H-Shield HD MPGLEF- | None SBS-SA (Optional) | ¢pe op 1425
. K ACFoam Il or H-Shield ECO Composite CG ECO SBS-SA
or granule-surface APP modified bitumen
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Substrate (Note 1, Note 12) Attach Attach Primer MDP
No. S — ac ac sf)*
Type Notes 678 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch . . .
R-12 | surface asphalt BUR or SBS modified bitumen ACFoam Il, ENRGY 3 or M-PG1-EF- Min. 0.25-.|nch SECUROCK M-PCREF- None SBS-SA (Optional) SBS-SA -172.5
. K R ECO Gypsum-Fiber Roof Board ECO SBS-SA
or granule-surface APP modified bitumen H-Shield
Existing fully bonded BUR or modified (Optional) Min. 1.5-inch Tropical (Optional)
R-13 . & iy P . 0B500 Min. 0.25-inch DensDeck 0B500 #410 SBS-SA P SBS-SA -120.0
bitumen roof cover ACFoam Il or ENRGY 3 ) SBS-SA
Quick Dry
Existing fully bonded BUR or modified (Optional) Min. 1.5-inch Min. 0.25-inch SECUROCK (Optional)
R34 1 bitumen roof cover ACFoam Il or ENRGY3 | P> Gypsum-Fiber Roof Board | °0>°C None BSA | spssa 2B5-3A 1200
Existing fully-bonded smooth- or granule- . ) . . . )
(Optional) Min. 1.5-inch Min. 0.25-inch SECUROCK (Optional)
R-15 surfa.c.e asphalt BUR or granule-surface ACFoam Il or H-Shield Polyset BM Gypsum-Fiber Roof Board Polyset BM None SBS-SA SBS-SA SBS-SA 1725
modified bitumen
Existing fully-bonded smooth- or granule- . . . Tropical .
R-16 | surface asphalt BUR or granule-surface (Optional) Min. 1.5-inch |\ o\ gy, Min. 0.25-inch DensDeck | Polyset BM | #410 SBS-SA (Optional) | ¢oe op -192.5
. . ACFoam Il or H-Shield . SBS-SA
modified bitumen Quick Dry
Existing fully-bonded smooth- or granule- . . ) . . )
R-17 | surface asphalt BUR or SBS modified bitumen | (OPtonallMin. 1.5-inch | o\ pp | Min. 0.25-inch SECUROCK. |\ o cen | None SBS-SA (Optional) | ¢pe op 17255
. K ACFoam Il or H-Shield Gypsum-Fiber Roof Board SBS-SA
or granule-surface APP modified bitumen
Existing fully-bonded smooth- or granule- . . . Tropical .
R-18 | surface asphalt BUR or SBS modified bitumen | (OPtOnal Min. 155inch oy o cpn | Min. 0.25-inch DensDeck | Polyset CRA | #410 SBS-SA (Optional) | ¢ge cp -192.5
. - ACFoam Il or H-Shield ) SBS-SA
or granule-surface APP modified bitumen Quick Dry
HYBRID SYSTEMS:
L . (Optional) Min. 1.5-inch . . .
R-19 E?<|st|ng fully bonded BUR or modified ACFoam II, ENRGY 3, H- hot asphalt Min. 0.25 .|nch SECUROCK hot asphalt None SBS-SA-H (Optional) SBS-AA or 105.0
bitumen roof cover . . Gypsum-Fiber Roof Board APP-TA APP-TA
Shield or Multi-Max FA3
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch | M-OSFA or M- | Min. 0.5-inch ACFoam-HD | M-OSFA or (Optional) | SBS-AA or
R-20 | surface asphalt BUR or SBS modified bitumen | ceoam i or Hshield | P61 CoverBoard or H-Shield HD | M-PG1 None SBSSAH 1 appTa APP-TA 97>
or granule-surface APP modified bitumen
Existing fully-bonded smooth- or granule- . . . . . . .
i . (Optional) Min. 1.5-inch | M-OSFA or M- | Min. 2-inch H-Shield HD M-OSFA or (Optional) SBS-AA or
R-21 | surface asphalt BUR or SBS r'!1.0dlfle.d bitumen ACFoam Il or H-Shield PG1 Composite CG M-PG1 None SBS-SA-H APP-TA APP-TA 142.5
or granule-surface APP modified bitumen
Existing fully-bonded smooth- or granule- . . . . . .
. . (Optional) Min. 1.5-inch | M-OSFA or M- | (Optional) Additional M-OSFA or (Optional) SBS-AA or
- B B -SA- -210.
R-22 | surface asphalt BUR or SBS modified bitumen | e i or Hshield | P61 layer(s) base insulation M-PG1 None SBSSAH 1 app-Ta APP-TA 2100
or granule-surface APP modified bitumen
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

NEmoO | etc.e

. Base Insulation Layer Top Insulation Layer Roof Cover (Note 15) o
ystem .
Substrate (Note 1, Note 12) Attach Attach Primer
No. - (psf)?
Type Notalel s Type Notes 6.7.8 Base Ply Ply Cap Ply
Existing fully-bonded smooth- or granule- . . . . . .
o . (Optional) Min. 1.5-inch | M-OSFA or M- | Min. 0.25-inch SECUROCK M-OSFA or (Optional) SBS-AA or
R-23 | surface asphalt BUR or SBS modified bitumen | )~ 'y oy shield | P61 Gypsum-Fiber Roof Board | M-PG1 None SBSSAH | appTa APP-TA 2100
or granule-surface APP modified bitumen
Min. 0.25-inch DensDeck
Prime or SECUROCK
Existing fully-bonded smooth- or granule- . . . M-OSFA or M- . M-OSFA or .
R-24 | surface asphalt BUR or SBS modified bitumen | (OPtonali Min. 15-inch | oy "oy Gypsum-Fiber Roof Board |, o, ¢ None sgs.sa- | (Optional) | SBS-Ador ) 50,
- K ACFoam Il or H-Shield or min. 0.5-inch ACFoam- . APP-TA APP-TA
or granule-surface APP modified bitumen o.c. X inch o.c.
HD CoverBoard or H-Shield
HD
Existing fully-bonded smooth- or granule- . ) . M-OSFA or M- A . . M-OSFA or )
R-25 | surface asphalt BUR or SBS modified bitumen | (OPtonall Min. 1.5-inch | ooy "eh ) Min. 2-incgli-ShiSQEID M-PGL, 6- None sps-sa- | (Optional) | SBS-AAor 315.0
. K ACFoam Il or H-Shield Composite CG . APP-TA APP-TA
or granule-surface APP modified bitumen o.c. inch o.c.
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch | M-PG1-EF- M-PG1-EF- (Optional) | SBS-AA or
R-26 | surface asphalt BUR or SBS mpdlflgd bitumen ACFoam Il or H-Shield £ECO Min. 0.5-inch H-Shield HD ECO None SBS-SA-H APP-TA APP-TA -97.5
or granule-surface APP modified bitumen
Existing fully-bonded smooth- or granule- . ) ) ) . ) )
o . (Optional) Min. 1.5-inch | M-PG1-EF- Min. 2-inch H-Shield HD M-PG1-EF- (Optional) SBS-AA or
R-27 | surface asphalt BUR or SBS modified bitumen | ) e oy o hield | ECO Composite CG ECO None SBSSAH | appTA APP-TA 142.5
or granule-surface APP modified bitumen
Existing fully-bonded smooth- or granule- . . . . " .
e . (Optional) Min. 1.5-inch | M-PG1-EF- (Optional) Additional M-PG1-EF- (Optional) SBS-AA or
R-28 | surface asphalt BUR or SB5 r.n.odn‘@d bitumen ACFoam Il or H-Shield ECO layer(s) base insulation ECO None SBS-SA-H APP-TA APP-TA 2100
or granule-surface APP modified bitumen
Existing fully-bonded smooth- or granule- . . y ) . )
o . (Optional) Min. 1.5-inch | M-PG1-EF- Min. 0.25-inch SECUROCK M-PG1-EF- (Optional) SBS-AA or
R-29 | surface asphalt BUR or SBS W.Odlf“?d bitumen ACFoam Il or H-Shield ECO Gypsum-Fiber Roof Board ECO None SBS-SA-H APP-TA APP-TA 2100
or granule-surface APP modified bitumen
Existing fully bonded, smooth- or granule- (Optional) Min. 1.5-inch Min. 0.25-inch SECUROCK (Optional) SBS-AA or
R-30 surface BUR or modified bitumen ACFoam Il or ENRGY 3 08500 Gypsum-Fiber Roof Board 08500 None SBS-SA-H APP-TA APP-TA 120.0
Existing fully-bonded smooth- or granule- . . . . " .
(Optional) Min. 1.5-inch (Optional) Additional (Optional) SBS-AA or
- B - -SA- -195.
R-31 surfa.c.e asphalt UR or granule-surface ACFoam Il or H-Shield Polyset BM layer(s) base insulation Polyset BM None SBS-SA-H APP-TA APP-TA 195.0
modified bitumen
Existing fully-bonded smooth- or granule- (Optional0 Min. 1.5- . . .
R-32 | surface asphalt BUR or granule-surface inch ACFoam Il or H- Polyset BM Min. 0.25 .|nch SECUROCK Polyset BM None SBS-SA-H (Optional) SBS-AA or -195.0
e . . Gypsum-Fiber Roof Board APP-TA APP-TA
modified bitumen Shield
Existing fully-bonded smooth- or granule- . . . " .
R-33 | surface asphalt BUR or SBS modified bitumen | M L->-inch ACFoam il | o\ cpa | (Optional) Additional Polyset CRA | None sps-sa-y | (Optional) | SBS-Ador | ) o
. K or H-Shield layer(s) base insulation APP-TA APP-TA
or granule-surface APP modified bitumen
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Substrate (Note 1, Note 12) Attach Attach Primer MDP
No. S — ac ac sf)*
Type Notes 678 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Existing fully-bonded smooth- or granule- . . . . . .
R-34 | surface asphalt BUR or SBS modified bitumen (Optional) Min. 1.§-|nch Polyset CRA Min. 0.25-.|nch SECUROCK Polyset CRA None SBS-SA-H (Optional) SBS-AA o -217.5
. K ACFoam Il or H-Shield Gypsum-Fiber Roof Board APP-TA APP-TA
or granule-surface APP modified bitumen
CONVENTIONAL SYSTEMS:
Min. 0.5-inch Structodek
- . . High Density Fiberboard, .
s . (Optional) Min. 1.5-inch ; . (Optional)
R-35 | Existing fully bonded BUR or modified ACFoam Il ENRGY 3, H- | hotasphalt | - O-73-inch FescoBoard | ooy | None BP-AA BP-Ador | S AMOT | 050
bitumen roof cover A . (homogeneous) or Min. APP-TA
Shield or Multi-Max FA3 . APP-TA
0.5-inch DuraBoard
(homogeneous)
0.25-inch DensDeck
. . (Optional) Min. 1.5-inch . ! (Optional)
R-36 E?:Z;nfnfrg;/fbc%?ifd BUR or modified ACFoam Il, ENRGY 3, H- | hot asphalt E:gﬁigcﬁkpgm‘:lfn'ﬁ_ﬁber hot asphalt | None ii:TAAm BP-AA or Zﬁ _‘?2” -105.0
Shield or Multi-Max FA3 | APP-TA
Roof Board
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch . . (Optional)
R-37 | surface asphalt BUR or SBS modified bitumen | ACFoam Il, ENRGY 3 or yG?SFA ori- | M g'esn's?tCthiL:’gg:ék m_ggiA | None BP-AA BP-Ador | oo 1650
or granule-surface APP modified bitumen H-Shield e ¥ APP-TA
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch (Optional)
R-38 | surface asphalt BUR or SBS modified bitumen | ACFoam Il, ENRGY 3 or ';A(;?SFA O Min. 0.25-inch DensDeck m:géiA or None BP-AA BP-AA or iii:/?_/:or -210.0
or granule-surface APP modified bitumen H-Shield APP-TA
Existing fully-bonded smooth- or granule- . . . . . .
R-39 | surface asphalt BUR or SBS modified bitumen (Optional) Min. 1.; inch | M-OSFA or M M!n. 0.25-inch DensDeck M-OSFA or None BP-AA (Optional) SBS-AA 210.0
. - ACFoam Il or H-Shield PG1 Prime M-PG1 BP-AA
or granule-surface APP modified bitumen
Existing fully-bonded smogth- or granule- (Optional) Min. 21inch |\ 65£A or M- | Min. 0.25-inch SECUROCK | M-OSFA or Bp-ador | (OPHONA) T gpg ap o
R-40 | surface asphalt BUR or SBS modified bitumen | ACFoam Il, ENRGY 3 or PG1 Gvosum-Fiber Roof Board M-PG1 None APP-TA BP-AA or APP-TA -210.0
or granule-surface APP modified bitumen H-Shield P APP-TA
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch M-OSFA or M- | Min. 0.25-inch DensDeck M-OSFA or (Optional)
R-41 | surface asphalt BUR or SBS modified bitumen P N PG1, 6-inch Prime or SECUROCK M-PG1, 6- None APP-TA P APP-TA -315.0
- . ACFoam Il or H-Shield . . APP-TA
or granule-surface APP modified bitumen o.c. Gypsum-Fiber Roof Board inch o.c.
Existing fully-bonded smooth- or granule- ) ) ) . . )
R-42 | surface asphalt BUR or SBS modified bitumen (RiogEIMin. 1.§-|nch M-PG1-EF- M!n. 0.25-inch DensDeck M-PG1-EF- None BP-AA (Optional) SBS-AA -210.0
. b ACFoam Il or H-Shield ECO Prime ECO BP-AA
or granule-surface APP modified bitumen
Existing fully-bonded smooth- or .granl.JIe- (Optional) Min. 2-inch M-PG1-EF- Min. 0.25-inch SECUROCK M-PG1-EE- BP-AA or (Optional) SBS-AA or
R-43 | surface asphalt BUR or SBS modified bitumen ACFoam I, ENRGY 3 or £ECO Gvpsum-Fiber Roof Board ECO None APP-TA BP-AA or APP-TA -210.0
or granule-surface APP modified bitumen H-Shield P APP-TA
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Substrate (Note 1, Note 12) Attach Attach Primer MDP
No. S — ac ac sf)*
Type Notes 678 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
. . (Optional) Min. 1.5-inch . . (Optional)
R-44 E?t'zt'r;fnﬂr‘!gfbc‘j;‘i‘:d BUR or modified ACFoam I, ENRGY 3or | OB500 m'”h' g'esr']'sri‘fh:ig:r‘sg:;k 0B500 None BP-AA BP-AA o Zii’_AT/; | 1200
H-Shield 8 ¥ APP-TA
Min. 0.25-inch DensDeck,
. o (Optional) Min. 1.5-inch - ! (Optional)
R-45 E?qstlng fully bonded BUR or modified ACFoam Il, ENRGY 3 or 0B500 DensDeck Prime or . 0B500 None BP-AA or BP-AA or SBS-AA or 120.0
bitumen roof cover R SECUROCK Gypsum-Fiber APP-TA APP-TA
H-Shield APP-TA
Roof Board
Existing fully-bonded smooth- or granule- . . . (Optional)
R-46 | surface asphalt BUR or granule-surface (Optional) Min. 1'5. inch Polyset BM Min. 0.25-inch DensDeck Polyset BM None BP-AA BP-AA or SBS-AAor -195.0
e . ACFoam Il or H-Shield APP-TA
modified bitumen APP-TA
Existing fully-bonded smooth- or granule- . ) . ) . (Optional)
(Optional) Min. 1.5-inch Min. 0.25-inch SECUROCK BP-AA or SBS-AA or
R-47 surfaﬁe asphalt BUR or granule-surface ACFoam Il or H-Shield Polyset BM Gypsum-Fiber Roof Board Polyset BM None APP-TA BP-AA or APP-TA 195.0
modified bitumen APP-TA
Existing fully-bonded smooth- or granule- . . . . (Optional)
R-48 | surface asphalt BUR or SBS modified bitumen 2’:':‘_ ;HsieECh ACFoam Il | o 1 et CRA m'”h' g':n's?tCthig:r‘;tg:r‘zk Polyset CRA | None BP-AA BP-AA or SA';SP _‘:A;m -180.0
or granule-surface APP modified bitumen g ¥ APP-TA
Existing fully-bonded smooth- or granule- . . y (Optional)
R-49 | surface asphalt BUR or SBS modified bitumen (Optional) Min. 1'? [peh Polyset CRA Min. 0.25-inch DensDeck Polyset CRA None BP-AA BP-AA or SBS-AA or -222.5
. K ACFoam Il or H-Shield APP-TA
or granule-surface APP modified bitumen APP-TA
Existing fully-bonded smooth- or granule- . . . . . (Optional)
R-50 | surface asphalt BUR or SBS modified bitumen (Optional) Min. 1'5, inch Polyset CRA Min. 0.25 'mch SECUROCK Polyset CRA None BP-AA or BP-AA or SBS-AAor -222.5
. K ACFoam Il or H-Shield Gypsum-Fiber Roof Board APP-TA APP-TA
or granule-surface APP modified bitumen APP-TA
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