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Certificate of Authorization #32455
353 Christian Street, Unit #13
Oxford, CT 06478

® (203) 262-9245
ENGINEER TEST CONSULT
P.E. EVALUATION REPORT (PEER)
Beacon Sales Acquisition, Inc. PEER-CTRBSA-001.B.R4
505 Huntmar Park Drive, Suite 300 FL30268-R7 (HVHZ)
Herndon, VA 20170 Date of Issuance: 11/09/2023
(610) 893-5400 Revision 4: 07/29/2025

SCOPE:
This P.E. Evaluation Report (henceforth ‘PEER’) is issued under F.A.C. Rule 61G20-3 and the applicable rules and regulations

governing the use of construction materials in the State of Florida. The documentation submitted has been reviewed by Robert
Nieminen, P.E. for compliance with the 8t Edition (2023) Florida Building Code, High Velocity Hurricane Zone sections noted herein.

DescrIPTION: TRI-BUILT Modified Bitumen Roof Systems (HVHZ)

LABELING: Labeling shall be in accordance with the requirements of the Accredited Quality Assurance Agency noted herein.
CONTINUED COMPLIANCE: This PEER is valid until such time as the named product(s) changes, the referenced Quality Assurance or
production facility location(s) changes, or Code provisions that relate to the product(s) change. Acceptance of our PEERs by the
named client constitutes agreement to notify NEMO ETC, LLC of any changes to the product(s), the Quality Assurance or the
production facility location(s). NEMO ETC, LLC requires a complete review of its PEER relative to updated Code requirements with
each Code Cycle.

ADVERTISEMENT: “NEMO P.E. Evaluated” may be displayed in advertising literature. If any portion of the PEER is displayed, then it shall
be done in its entirety.

INSPECTION: Upon request, a copy of this entire PEER shall be provided to the user by the manufacturer or its distributors and shall be
available for inspection at the job site at the request of the Building Official.

This PEER consists of pages 1 through 4, plus a 49-page Appendix.
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CERTIFICATION OF INDEPENDENCE:

1. NEMO ETC, LLC does not have, nor does it intend to acquire or will it acquire, a financial interest in any company manufacturing or
distributing products it evaluates.

2. NEMO ETC, LLC is not owned, operated or controlled by any company manufacturing or distributing products it evaluates.

3. Robert Nieminen, P.E. does not have nor will acquire, a financial interest in any company manufacturing or distributing products for
which the PEERs are being issued.

4. Robert Nieminen, P.E. does not have, nor will acquire, a financial interest in any other entity involved in the approval process of the
product.

5. This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer of Record for any
project on which this PEER, or previous versions thereof, is/was used for permitting or design guidance unless retained specifically for

that purpose.
© 2019 NEMO ETC, LLC


https://www.nemoetc.com/
https://www.becn.com/
https://www.flrules.org/gateway/ChapterHome.asp?Chapter=61G20-3

ROOFING SYSTEMS EVALUATION:

1. SCOPE:
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Product Category:
Sub-Category:

Product Approval Method:

Roofing
Modified Bitumen Roof Systems

Method 1, Option D — Codified Material, Evaluation by Engineer

Compliance Statement: TRI-BUILT Modified Bitumen Roof Systems, as produced by Beacon Sales Acquisition,
Inc., have demonstrated compliance with the following sections of the 8t Edition (2023) Florida Building Code,
High Velocity Hurricane Zone (HVHZ) through testing in accordance with the following Standards. Compliance is
subject to the Installation Requirements and Limitations of Use set forth herein.

2. STANDARDS:

SECTION
TAS 110
TAS 110
TAS 110
TAS 110
TAS 110
TAS 110
TAS 110
TAS 110

3. REFERENCES:

PROPERTY
Resistance to Foot Traffic
Wind resistance

Susceptibility to Hail Damage

Susceptibility to Leakage
Material standard
Material standard
Material standard
Material standard

STANDARD

TAS 114, Section 8.9
TAS 114, Appendix C, D or J
TAS 114, Appendix F
TAS 114, Appendix G

ASTM D1970
ASTM D4601
ASTM D6164
ASTM D6222

ENTITY

NEMO (TST6049)

NEMO CERT (EVL13843)
NEMO

UL, LLC. (QUA9625)

UL, LLC. (QUA9625)

4., PRODUCT DESCRIPTION:

EXAMINATION
ASTM D1970

NER
Cross-Reference
Quality Assurance
Quality Control

REFERENCE
49-CTR-SSMBB-002.A
NER-CTR-001.R1

FBC Product Cross Listing
Service Confirmation
Florida BCIS

DATE
01/06/2025
04/17/2025
07/16/2025
11/13/2019
Current

This PEER covers TRI-BUILT Modified Bitumen Roof Systems installed in accordance with Beacon Sales Acquisition,
Inc. published installation instructions and the Limitations of Use set forth herein.

TABLE 1: EVALUATED MEEMBRANES
MATERIAL STANDARD
TyPE PrRoODUCT PLANT(S)
REFERENCE TyPE GRADE
TRI-BUILT SA Nailbase ASTM D4601 1l N/A Little Rock, AR
Base Sheets P K
TRI-BUILT Fiberglass Base Sheet 35Q. | ASTM D4601 I N/A ryor, O
Shafter, CA
Base/Ply Membranes (APP) | TRI-BUILT Smooth Torch ASTM D6222 | S Little Rock, AR
TRI-BUILT Smooth Torch ASTM D6222 | S Little Rock, AR
TRI-BUILT Granulated Torch ASTM D6222 | G Little Rock, AR
Cap Membranes (APP) -
TRI-BUILT Granulated Torch Cool ASTM D6222 | G Little Rock, AR
TRI-BUILT Granulated Torch Cool Ultra ASTM D6222 | G Little Rock, AR
Pryor, OK
TRI-BUILT SAT Base ASTM D1970 N/A N/A
Base/Ply Membranes (SBS) / / Shakopee, MN
TRI-BUILT SA PlyBase ASTM D1970 N/A N/A Little Rock, AR
TRI-BUILT SA Cap ASTM D6164 | G Little Rock, AR
Cap Membranes (SBS) -
TRI-BUILT SBS Cap ASTM D6164 | G Little Rock, AR
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5. LIMITATIONS:

5.1 This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer
of Record for any project on which this PEER, or previous versions thereof, is/was used for permitting or design
guidance. PEERs are not to be construed as representing any attributes not specifically listed, nor are PEERs to be
construed as an endorsement of the subject, or a recommendation for its use. There is no warranty by NEMO ETC,
LLC or Robert Nieminen, P.E., express or implied, as to any finding or other matter in this PEER, or as to any product
covered by the PEER.

5.2 This PEER is exclusively for use in High Velocity Hurricane Zone jurisdictions, as defined in FBC Chapter 2 (Broward
and Miami-Dade Counties).

5.3 The evaluation herein pertains to above-deck roof components; deck-attachment details pertain to ‘as-tested’
conditions under Testing Application Standard TAS 114, Appendix J. Roof decks shall be in accordance with FBC
HVHZ requirements to the satisfaction of the Authority Having Jurisdiction.

5.4 This PEER does not include evaluation of fire classification. Refer to FBC HVHZ 1516 for requirements and
limitations regarding roof assembly fire classification. Refer to FBC 2603 for requirements and limitations
concerning the use of foam plastic insulation.

5.5 This PEER does not include evaluation of roof edge termination. Refer to Roofing Application Standard RAS 111
for requirements and limitations regarding edge securement for low-slope roofs.

5.6 Refer to FBC HVHZ 1521 for requirements and limitations regarding recover installations.

5.6.1 For mechanically attached components over existing roof decks, fasteners shall be tested in the existing deck for
withdrawal resistance. A qualified design professional shall review the data for comparison to the minimum
requirements for the system. Testing shall be in accordance with Testing Application Standard TAS 105.

5.6.2 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the
existing deck or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any
surface conditions exist that bring system performance into question, field uplift testing in accordance with Testing
Application Standard TAS 124 shall be conducted on mock-ups of the proposed new roof assembly.

5.6.3 For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall
be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having
Jurisdiction, as documented through field uplift testing in accordance with Testing Application Standard TAS 124.

5.7 Refer to Appendix 1 for system attachment requirements for wind load resistance.

5.7.1 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads,
and reflects the ultimate passing pressure divided by 2 (the 2 to 1 margin of safety per Testing Application
Standard TAS 114 has already been applied). Refer to FBC HVHZ 1620 and Roofing Application Standard RAS 128
for determination of design wind loads.

5.7.2 For mechanically attached components, the maximum design pressure for the selected assembly shall meet or
exceed at least the Zone 1 PRIME design pressure determined in accordance with FBC HVHZ 1620 or Roofing
Application Standard RAS 128. Elevated pressure zones shall employ an attachment density designed by a
qualified design professional to resist the elevated pressure criteria. Analysis shall be in accordance with Roofing
Application Standard RAS 117 or RAS 137. *This extrapolation is not permitted for systems marked with an
asterisk*.

5.7.3 For tables and/or assemblies marked with an asterisk*, the maximum design pressure (MDP) limitation shall be
applicable to all roof pressure zones. Rational analysis is not permitted.

5.8 All components in the roof assembly shall have quality assurance audit in accordance with F.A.C. Rule 61G20-3.
Refer to the Product Approval of the component manufacturer for components listed in Appendix 1 that are
produced by a Product Manufacturer other than the report holder on Page 1 of this PEER.
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6. INSTALLATION:

TRI-BUILT Modified Bitumen Roof Systems shall be installed in accordance with Beacon Sales Acquisition, Inc.
published installation instructions, subject to the Limitations of Use herein.

7. BUILDING PERMIT REQUIREMENTS:

As required by the Building Official or Authority Having Jurisdiction to properly evaluate the installation of this
product.

8. MANUFACTURING PLANTS:

Contact the named QA entity for manufacturing facilities covered by F.A.C. Rule 61G20-3 QA requirements. Refer
to Section 4 herein for products and production locations having met codified material standards.

9. QUALITY ASSURANCE ENTITY:
UL (QUA9625): (360) 817-5512; bsai.inspections@ul.com

- THE 49-PAGES THAT FOLLOW FORM PART OF THIS PEER -
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APPENDIX 1: ATTACHMENT REQUIREMENTS FOR WIND UPLIFT RESISTANCE

TABLE DECK APPLICATION TYPE DESCRIPTION PAGE
1A Wood New, Reroof (Tear-Off) or Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 7
18 Wood New or Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 8
1c Wood New, Reroof (Tear-Off) or Recover Cc-1 Mechanically Attached Insulation, Bonded Roof Cover 9
1p Wood New, Reroof (Tear-Off) or Recover D-2 Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 11
1e Wood New, Reroof (Tear-Off) E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 12
1F Wood New, Reroof (Tear-Off) or Recover E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 13
2A Steel or Structural concrete New, Reroof (Tear-Off) or Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 15
28 Steel or Structural concrete New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 17
2C Steel or Structural concrete New, Reroof (Tear-Off) or Recover D-2 Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 20
3A Structural concrete New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 21
38 Structural concrete New or Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 27
4aA Deck with Lightweight Concrete New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 28
48 Deck with Lightweight Concrete New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 29
4c Deck with Lightweight Concrete New or Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 34
4p Deck with Lightweight Concrete New or Reroof (Tear-Off) E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 36
5A Cementitious wood fiber New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 39
58 Cementitious wood fiber New or Reroof (Tear-Off) or Recover B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 40
5¢ Cementitious wood fiber Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 41
5D Cementitious wood fiber New, Reroof (Tear-Off) or Recover E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 41
6A Existing gypsum Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 42
68 Existing gypsum Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 43
6C Existing gypsum Reroof (Tear-Off) C-1 Mechanically Attached Insulation, Bonded Roof Cover 44
6D Existing gypsum Reroof (Tear-Off) E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 44
7A Various Recover A-1 Bonded Insulation, Bonded Roof Cover 45
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The following notes apply to the systems outlined herein:
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1 The roof system evaluation herein pertains to above-deck roof components. Roof decks and structural members shall be in accordance with FBC HVHZ requirements to the satisfaction of the Authority Having
Jurisdiction. Deck-attachment details pertain to ‘as-tested’ conditions under Testing Application Standard TAS 114, Appendix J.

2 Unless otherwise noted, fasteners and stress plates shall be as follows. Fasteners shall be of sufficient length for the following engagements:

FASTENER/PLATE OPTIONS
DEcK TYPE By FBC HVHZ FiLE PARTS MINIMUM ENGAGEMENT
Altenloh, Brinck and Co. U.S., Inc. 25-0129.08 Trufast #14 HD with Trufast 3” Metal Insulation Plates Mini Y4cinch of d .
- trat
Wood OMG, Inc. 24-0627.03 OMG #14 Roofgrip with AccuTrac Plates or OMG #14 Heavy Duty with OMG 3 in. Galvalume Steel Plate .|n.|mum 4.|nc plywood penetration or
minimum 1-inch wood plank embedment
SFS Group USA, Inc. 22-0913.02 Dekfast DF-#14-PH3 with Dekfast PLT-H-2-7/8 or Dekfast PLT-R-3.
Altenloh, Brinck and Co. U.S., Inc. 25-0129.08 Trufast #12 DP or Trufast #14 HD with Trufast 3” Metal Insulation Plates
OMG #12 or #14 Roofgrip with AccuTrac Plates or OMG #12 Standard or OMG #14 Heavy Duty with Minimum %-inch steel penetration and engage
| MG, Inc. 24-0627.
S OMG, Inc 0627.03 OMBG 3 in. Galvalume Steel Plate the top flute of the steel deck
SFS Group USA, Inc. 22-0913.02 Dekfast DF-#12-PH3 or DF-#14-PH3 with Dekfast PLT-H-2-7/8 or Dekfast PLT-R-3.
Altenloh, Brinck and Co. U.S., Inc. 25-0129.08 Trufast #14 HD or Trufast Fluted Concrete Nail with Trufast 3” Metal Insulation Plates Minimum 1.25-inch embedment. Fastener
Structural OMG #14 Roofgrip with AccuTrac Plates or OMG #14 Heavy Duty or CD-10 with OMG 3 in. Galvalume installed with a pilot hole in accordance with
OMG, Inc. 24-0627.03 , ]
Concrete Steel Plate the fastener manufacturer’s published
SFS Group USA, Inc. 22-0913.02 Dekfast DF-#14-PH3 with Dekfast PLT-H-2-7/8 or Dekfast PLT-R-3. installation instructions

3 Unless otherwise noted, insulation may be any one layer or combination of FBC Approved (Local or Statewide) board(s) that meet FBC HVHZ 1516 and, for foam plastic, FBC Chapter 26, when installed with the roof

cover.

4 Minimum 200 psi, minimum 2-inch thick FBC HVHZ Approved lightweight insulating concrete may be substituted for or installed below, rigid insulation board for System Types B-1, C-1, C-2, D-1 or D-2, whereby
fasteners are installed through the lightweight insulating concrete to engage the structural deck. The structural deck shall be of equal or greater type, thickness and strength to the steel and structural concrete
deck listings. Roof decks and structural members shall be in accordance with FBC requirements to the satisfaction of the Authority Having Jurisdiction. This is a wind uplift resistance allowance and does not purport
to address non-wind-uplift-related issues, such as deck venting or moisture levels within the LWIC and the potential effect on overlying components. If mechanical attachment to the structural deck through
lightweight insulating concrete is proposed, field withdrawal resistance testing shall be performed to confirm equivalent or determine enhanced fastening patterns and density. All testing and fastening design
shall be in compliance with Testing Application Standard TAS 105 and Roofing Application Standard RAS 117 and/or RAS 137. Calculations shall be prepared, signed and sealed by a qualified design professional.

5  Preliminary insulation attachment: Unless otherwise noted, use FBC HVHZ Approved roofing fasteners and plates minimum four fasteners per 4 x 8 ft board or minimum two fasteners per 4 x 4 ft board.
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6  Unless otherwise noted, insulation adhesive application rates are as follows.
o Ribbon or bead width is at the time of application; the ribbons/beads shall expand as noted in the manufacturer’s published instructions.

If applying hot asphalt to concrete deck, deck shall be primed with ASTM D41 primer.

e When multiple layers(s) of insulation and/or coverboard are installed in ribbon-applied adhesive, board joints shall be staggered.
e The maximum edge distance from the adhesive ribbon to the edge of the insulation board shall be not less than one-half the specified ribbons spacing.
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INSULATION ADHESIVE REFERENCES
By FBC HVHZ FiLe ADHESIVE REFERENCE MINIMUM RATE NoTE

Millennium One Step Foamable Adhesive M-OSFA Continuous 0.25 to 0.5-inch wide ribbons, 12-inch o.c.
H.B. Fuller Company 25-0417.03 Millennium PG-1 Pump Grade Adhesive M-PG1 Continuous 0.5 to 0.75-inch wide ribbons, 12-inch o.c.

Millennium PG-1 EF ECO M-PG1-EF-ECO Continuous 1 to 1.5-inch wide ribbons, 12-inch o.c.
ICP Construction, Inc. 22-0614.11 Polyset Board-Max Polyset BM Continuous 3-inch wide ribbons, 12-inch o.c.

23-0718.11 APOC Polyset Commercial Roofing Adhesive Polyset CRA Continuous 2.5 to 3-inch wide ribbons, 12-inch o.c. Formerly Polyset CR-20

OMG, Inc. 24-0422.18 OlyBond 500 Adhesive Fastener 0OB500 Continuous 0.75-inch wide ribbons, 12-inch o.c. PaceCart, SpotShot or Canister dispensing
l(:/enenc, ASTM D312, Type N/A hot asphalt N/A Full coverage at 25-30 Ibs/square Z,Zi;/p::Zgr],':gza:/,;g,az_stﬁl\;og:;e;:'riicrkl deck

7  Unless otherwise noted, all insulations are flat-stock or taper board of the minimum thickness noted. Tapered polyisocyanurate at the following thickness limitations may be substituted with the following Maximum
Design Pressure (MDP) limitations. In no case shall these values be used to ‘increase’ the MDP listings in the tables; rather if MDP listing below meets or exceeds that listed for a particular system in the tables,
then the thinner board listed below may be used as a drop-in for the equivalent thicker material listed in the table.

10

11

MDP LIMITATIONS FOR TAPERED POLYISOCYANURATE INSULATIONS
INSULATION MIN. TAPERED
ApHEsive LISTED PRODUCT FBC HVHZ FiLe THICKNESS (IN) MDP (PsF)
M-OSFA Any polyisocyanurate listed with adhesive herein Various 1.0 -157.5
M-PG1 Any polyisocyanurate listed with adhesive herein Various 1.0 -157.5
Polyset CRA Any polyisocyanurate listed with adhesive herein Various 1.0 -117.5
0B500 Rmax Multi-Max FA3 22-0815.03 0.5 -45.0
0B500 Hunter H-Shield 24-1021.04 0.5 -315.0
OB500 Johns Manville ENRGY 3 24-0610.04 0.5 -315.0
OB500 Atlas Roofing ACFoam Il 24-1120.02 0.5 -487.5

Bonded polyisocyanurate insulation boards shall be maximum 4 x 4 ft.

For mechanically attached components, the maximum design pressure for the selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in accordance with FBC HVHZ 1620 or
Roofing Application Standard RAS 128. Elevated pressure zones shall employ an attachment density designed by a qualified design professional to resist the elevated pressure criteria in accordance with Roofing

Application Standard RAS 117 or RAS 137. *This extrapolation is not permitted for systems marked with an asterisk*

For tables and/or assemblies marked with an asterisk*, the maximum design pressure for the selected assembly shall meet or exceed critical design pressure determined in accordance with FBC Chapter 16. No
rational analysis is permitted for these systems.

For mechanically attached components over existing decks, fasteners shall be tested in the existing deck for withdrawal resistance in accordance with Testing Application Standard TAS 105. A qualified design
professional shall review the data for comparison to the minimum requirements for the system. Should the fastener resistance be less than that required, a revised fastener spacing — prepared, signed and sealed
by a qualified design professional in accordance with Roofing Application Standard RAS 117 or RAS 137 — may be submitted to the Building Official for review and acceptance. For systems using Trufast Versa-Fast,
the number of Versa-Fast Fasteners installed through the Versa-Fast Plate may be increased from the minimum noted in order to yield minimum required withdrawal resistance.
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12 Refer to FBC HVHZ 1521 for requirements and limitations regarding recover installations. For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the existing deck
or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any surface conditions exist that bring system performance into question, field uplift testing shall be conducted on
mock-ups of the proposed new roof assembly. For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall be capable of resisting project design pressures
on its own merit to the satisfaction of the Authority Having Jurisdiction, as documented through field uplift testing in accordance with Testing Application Standard TAS 124.

13 For Structural Concrete Deck or Recover Applications using System Type C-1 the base insulation layer is optional and for System Type C-2, D-1 or D-2, the insulation is optional. Alternatively, an FBC HVHZ Approved
insulation board or coverboard may be used as a separation layer. Board products shall be preliminarily attached prior to roof cover installation (Note 5). The separator component shall be documented as meeting
FBC HVHZ 1516 and, for foam plastic, FBC Chapter 26, when installed with the roof cover in Recover applications.

14  Lightweight insulating concrete (LWIC) shall be cast in accordance with FBC Section 1917 to the satisfaction of the Authority Having Jurisdiction. For systems where specific LWIC is referenced, refer to current LWIC
FBC HVHZ Product Approval for specific deck construction and limitations. Unless otherwise noted, for systems where specific LWIC is not referenced, the minimum design mix shall be 300 psi. In all cases, the
minimum top-coat thickness is 2-inches. For LWIC over structural concrete, reference is made to FBC Section 1917.4.1, Point 1. For “pre-existent” LWIC references, listings were established through testing over
lightweight concrete cast using only foaming agent (ASTM C896), water and Portland cement (ASTM C150), with no proprietary additives, in accordance with procedures adopted by Miami-Dade BCCO (FBC
CER1592). Use of these listings in new construction or re-roof (tear-off) applications is at the discretion of the Designer or Record and Authority Having Jurisdiction.

15 For bonded membrane applications, unless otherwise noted, refer to the following:

MEMBRANE / ADHESIVE COMBINATIONS
REFERENCE LAYER MATERIAL APPLICATION
BP-AA Base Ply: | TRI-BUILT Fiberglass Base Sheet 35Q hot asphalt at 20-40 Ibs/square
SBS-AA Cap Ply: | TRI-BUILT SBS Cap hot asphalt at 20-40 Ibs/square
Note: | SBS-AA membrane applications are not intended for use with APP-TA membrane applications.
SBS-SA-H Base Ply: | TRI-BUILT SAT Base, TRI-BUILT SA PlyBase self-adhering (activated by overlying membrane)
Note: | Use of TRI-BUILT SA PlyBase in an SBS-SA-H application is limited to use of a torch-applied Cap Ply membrane overtop.
Base Ply: | TRI-BUILT SA PlyBase
SBS-SA Ply: | TRI-BUILT SA PlyBase self-adhering
Cap Ply: | TRI-BUILT SA Cap
Base Ply: | One or more TRI-BUILT Smooth Torch
TRI-BUILT Smooth Torch, TRI-BUILT Granulated Torch, torch-applied
APP-TA Cap Ply: | TRI-BUILT Granulated Torch Cool, TRI-BUILT Granulated
Torch Cool Ultra
Note: | APP-TA membrane applications are not intended for use with SBS-AA membrane applications.
16 Thermal Barrier and/or Vapor Barrier Options:
16A  Structural Concrete Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.
CONCRETE DECKS: VAPOR BARRIER OPTIONS, FOLLOWED BY BONDED INSULATION
VAPOR BARRIER ADHESIVE PER TABLE 3A (pse)
Opron # PRIER TYPE ATTACH (Notes 6—,7 ,8) MOP (psF
C-VB-1. Tropical #410 Quick Dry TRI-BUILT SA PlyBase Self-adhering 0OB500, 12-inch o.c. -82.5
C-VB-2. Tropical #410 Quick Dry TRI-BUILT SAT Base or TRI-BUILT SA Cap Self-adhering M-OSFA or M-PG1, 12-inch o.c. -97.5
C-VB-3. Tropical #410 Quick Dry TRI-BUILT SAT Base or TRI-BUILT SA Cap Self-adhering M-OSFA or M-PG1, 6-inch o.c. -315.0
C-VB-4. Tropical #410 Quick Dry TRI-BUILT Granulated Torch Torch-applied M-OSFA or M-PG1, 12-inch o.c. -420.0
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17  Unless otherwise noted, rigid board insulation or coverboard attachment patterns for Type B-1, B-2 and C-1 systems are as outlined below.

NEmoO | etc.e

INSULATION ATTACHMENT PATTERNS —4X4 FT BOARDS
-12-in.~ 24-in. - 6-in. -~ 18-in. - 6-in. 6-in. [+ -~ 18-in. - 6-in.
i i I i
12-in | 6-in
1 18-in.
. ' 24-in,
24-in |
18-in. L
! 6-in
12-in. 6-in. ‘
1 ] 6-in
1 per 4.0 ft2 (4 per board) 1 per 3.2 ft2 (5 per board) 1 per 2.7 ft2 (6 per board)
6-in. - --18-in. - 6-in. 6-in. -~ 18-in. - 6-in. 6-in.~—~18-in. - 6-in.
i I T i i I T T i
6-in. i 12-in. : > {
! . | 12-in
12-in. 18-in. |
’ | 24-in. 12-in
12-in. |
6-in. 18in. ! 12-in
: ! 12-in t
6-in. | 6-in.
=12-in.~ 6-in. T i
1 per 2.0 ft2 (8 per board) 1 per 1.8 ft2 (9 per board) 1 per 1.6 ft2 (10 per board)
6-in.~—~18-in. - 6-in. 6-in. = - 18-in. - 6-in. 6-in. - 12-in.- 6-in.
24-in. 12-in. 12-in 12-in.
| 124in. 12:in 12:in.
i | |
12-in -
12-in. _ , 12;in.
! 6-in. 6-in.
6-in. I T T
i --18-in. === 6-in. =12-in.~ = 6-in.
1 per 1.45 ft2 (11 per board) 1 per 1.3 ft2 (12 per board) 1 per 1.0 ft2 (16 per board)
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NEmoO | etc.e

INSULATION ATTACHMENT PATTERNS —4X8 FT BOARDS

#12-in.|- - 6-in ——6-in. 6-in. - -~ 18-in. - -~ 6-in
12-in. 12-in. 12-in. 12:in. G-Iin G—FH.
i ‘ ' ! 18-in. 18-in.
24-in. 24in. 24-in. 24-in., !
{ ' 18-in. 18-in.
24-in. -i i -i -
24-in. 24-in. 24-in, 12I|n. 12‘|n.
[ 18-in. 18-in.
24-in. 24-in. 24-in. i
24-in. )
\ | | | 18-in. 18-in.
t 12-in. P in. ; |
. 'In 12-in. 12‘|n Bein. 6-in.
12-in. ! i 1 i T i
' ~—24-in— - 24-in. -12-in.~ 24-in. - - 24-in. -
1 per 4.0 ft2 (8 per board) 1 per 3.2 ft2 (10 per board) 1 per 2.7 ft2 (12 per board) 1 per 2.0 ft2 (16 per board) 1 per 1.8 ft2 (18 per board)
6-in.~—(12-in.-- 6-in. -~ B-in. = 6-in.——12-in.l- )
‘ ' ‘ 6-Iin. | J . 6-in.
12-in. i i I
— 12-in. 12-in. 12-in.
1 i i i
18-in. 12-in. 12-in. 12-in.
i i ’
I L 12-in.
18-in. 12in. 12‘m. i
12-in. 12-in. 12-in.
| ' 1 t
18in. 12-in. 12-in. 12-in.
1 : 1 ]
18-in. 12:|n. 121-|n, 12:|n.
{ 12-in. 12-in. 12-in.
12-in. ! ! |
| ,m | 6-in. 6-in. . | 6-in.
-12-in.-~ 6-in. - 24-in. - - 24-in. -12-in.- - 6-in.
1 per 1.6 ft2 (20 per board) 1 per 1.45 ft2 (22 per board) 1 per 1.3 ft2 (24 per board) 1 per 1.0 ft2 (32 per board)

18 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads. Refer to FBC (HVHZ) 1620 and Roofing Application Standard RAS 128 for determination of design

wind loads. (Notes 9 and 10)
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TABLE 1A: WOOD DECKS — NEW CONST!

TION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

TEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck e v MDP
ttac ac
No. Note 1 sf;
(Note 1) Type Fasten (Note 11) ote 17 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
SELF-ADHERING SYSTEMS:
r'\::: iggi.':;:: ((::I\;t)mg)l Min. 2-inch Dekfast DF-#14-PH3 1 per (Optional)
W-1 plywood, 24-inch span; 8d :fil;c;;m Ilor H- with Dekfast PLT-R-3 20f2 Min. 2-inch H-Shield HD Composite CG M-OSFA or M-PG1 | SBS-SA SBS-SA SBS-SA -52.5
ring shank nails, 6” o.c.
HYBRID SYSTEMS:
Min. 15/32-inch (existing), Min. 2-inch
min. 19/32-inch (new) - Dekfast DF-#14-PH3 1 per ) ) . . (Optional) BP- | SBS-AA or
W-2 plywood, 24-inch span; 8d g(]:il;cl)dam Il or H- with Dekfast PLT-R-3 20f2 Min. 2-inch H-Shield HD Composite CG M-OSFA or M-PG1 | SBS-SA-H AA or APP-TA APP-TA -52.5
ring shank nails, 6” o.c.
m:: :ll;;?z-—::z: ((::'stt)'“g)' Min. 1.5-inch ;;ljlf?-lslgi\t:ithTPr:;ast 1 per hot asphalt, M- (Optional)
w-3 : ! ACFoam Il or H- - : P Min. 1.5-inch ACFoam Il or H-Shield OSFA, M-PGL, SBS-SA-H b APP-TA 67.5
plywood, 24-inch span, #8 . 3”Metal Insulation 1.3 ft? APP-TA
” Shield 0OB500
wood screws, 6” o.c. Plates
CONVENTIONAL SYSTEMS:
Min. 23/32-inch plywood, | Min. 1.5-inch Min. 0.5-inch Structodek High Density .
W-4 24-inch span; 8d ring ACFoam Il, ENRGY | Note 2 1 per Fiberboard Roof Insulation, min. 0.75- hot asphalt BP-AA (Optional) BP- | SBS-AA or -45.0*
X ” R 2.0 ft2 . AA or APP-TA APP-TA
shank nails, 6” o.c. 3 or H-Shield inch FescoBoard (homogeneous)
Min. 23/32-inch plywood, | Min. 1.5-inch Min. 0.25-inch DensDeck, DensDeck .
W-5 24-inch span; 8d ring ACFoam II, ENRGY | Note 2 1 per Prime or SECUROCK Gypsum-Fiber hot asphalt BP-AA or (Optional) BP SBS-AA or -45.0*
X ” . 2.0 ft2 APP-TA AA or APP-TA APP-TA
shank nails, 6” o.c. 3 or H-Shield Roof Board
r'\r/mlll: ig;:;::;z: ((s::’t)mg)' Min. 1.5-inch ;;L:lfiislg#\t\}ith;Sfrast 1 per Optional additional layer(s) of base hot asphalt, M- (Optional)
W-6 | V\.IOOd 24-inch span. #8 ACFoam Il or H- 3"Metal Insulation 1 ;ﬂz insulation followed by Min. 0.25-inch OSFA, M-PG1, APP-TA APFI;-TA APP-TA -90.0
plywood, 2&-inch span, Shield : SECUROCK Gypsum-Fiber Roof board | OB500
wood screws, 6” o.c. Plates
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SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

TABLE 18B: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.e

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
Sys. Deck Fast Attach Attach Primer MDP
asten acl ac
No. (Note 1) T Attach T T Base PI PI Cap Pl (psf)
ype (Note 11) ac ype (Notes 6,7,8) ype (Notes 6,7,8) ase Fly v ap Y
SELF-ADHERING SYSTEMS:
Min. 19/32- | gy gyyr | 3282, 15/8 | 9dnchocindinch |y g ooy . .
inch plywood, Fiberalass inch dia. tin lap and 12-inch o.c. ACFoam Il ENRGY Min. 0.25- Tropical (Optional)
W-7 24-inch span, g caps with 11 in two (2), equally o hot asphalt inch hot asphalt #410 Quick | SBS-SA P SBS-SA -45.0*
8d ring shank Base Sheet a. annular rin spaced, staggered 3, H-Shield or DensDeck Dr SBS-SA
ring 35Q ga-annularring | spaced, stagg Multi-Max FA3 v
nails, 6” o.c. shank nails center rows
Min. 19/32- 32ga,1-5/8- | 8incho.c.in 3-inch . . hot asphalt full R !
inch plywood TRI-BUILT inch dia. tin lap and 8-inch o.c. in Min. 1.5-inch coverage or M- Min. 0.25 coverage or M- Tropical
" | Fibergl : ) - ACFoam II, ENRGY FA, OB FA, OB i
W-8 | 24-inch span, berglass | - os with 11 three (3), equally CFoam Il, ENRGY | OSFA, 08500, inch OSFA, 08500, #410 Quick | SBS-SA (Optional) | gpe o 525
84 ring shank Base Sheet = annular rin spaced, staggered 3, H-Shield or Polyset BM or DensDeck Polyset BM or Dr SBS-SA
e 35Q ga.annularming | spaced, stagg Multi-Max FA3 Polyset CRA, 4- Polyset CRA, 6- ¥
nails, 6” o.c. shank nails center rows . .
inch o.c. inch o.c.
Min. 19/32- 32 ga.,, 1-5/8- 8-inch o.c. in 3-inch (Optional) Min. hot asphalt full .Mm‘ ‘W8 hot asphalt full
inch plywood TRI-BUILT inch dia. tin lap and 8-inch o.c. in 1.5-inch ACFoam coverage or M- inch coverage or M- Tropical
W-9 | 24-inchspan, | P8ISS | e with 11 three (3), equally II, ENRGY 3, H- OSFA, 08500, SECUROCK | OSFA, 0B500, #410 Quick | SBS-SA (Optional) SBS-SA -60.0
8d ring shank Base Sheet a. annular rin, spaced, staggered Shield or Multi- PO ° Gypsum- Polyset BM or Dn SBS-SA
; g" 3sQ ga. ) J P » Stagg Polyset CRA, 4- Fiber Roof Polyset CRA, 6- ¥
nails, 6” o.c. shank nails center rows Max FA3 . .
inch o.c. Board inch o.c.
HYBRID SYSTEMS:
Min. 19/32- TRBUILT | 3282, 1-5/8- | Sdncho.c.indidinch L o )
inch plywood, Fiberalass inch dia. tin lap and 12-inch o.c. ACFoam II. ENRGY (Optional) SBS-AA
W-10 24-inch span, g caps with 11 in two (2), equally . M hot asphalt None N/A None SBS-SA-H BP-AA or or APP- -45.0*
8d ring shank Base Sheet a. annular rin; spaced, staggered 3, QU APP-TA TA
g ¢ 35Q ga.annuiarring | spaced, S22gg Multi-Max FA3
nails, 6” o.c. shank nails center rows
Min. 19/32- . . .
inch plywood | TRI-BUILT | 32822 1-5/8- | 8inchoc.in3-nch |\ ooy i
at max. 24- Fiberalass inch dia. tin lap and 8-inch o.c. in ACFoam II. ENRGY (Optional) SBS-AA
W-11 . o g caps with 11 three (3), equally o hot asphalt None N/A None SBS-SA-H BP-AA or or APP- -60.0
inch, 8d ring Base Sheet a. annular rin spaced, staggered qohield or APP-TA TA
shank nails, 6” | 35Q ga. annuar gy SPQQStagt Multi-Max FA3
oc shank nails center rows
CONVENTIONAL SYSTEMS:
M|n. 19/32- TRI-BUILT .32 ga.,. 1—5./8- 9-inch o.c. |.n 4-inch Min. 1.5-inch . . .
inch plywood, Fiberalass inch dia. tin lap and 12-inch o.c. ACFoam II. ENRGY Min. 0.25- Tropical BP-AA or (Optional) SBS-AA
W-12 24-inch span, g caps with 11 in two (2), equally S hot asphalt inch hot asphalt #410 Quick BP-AA or or APP- -45.0%*
. Base Sheet . 3, H-Shield or APP-TA
8d ring shank ga. annularring | spaced, staggered ) DensDeck Dry APP-TA TA
I 35Q ) Multi-Max FA3
nails, 6” o.c. shank nails center rows
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NEmoO | etc.e
TABLE 18: WOOD DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
Sys. Deck Fast Attach Attach Primer MDP
asten acl ac
No. (Note 1) T Attach T T Base PI PI Cap PI (psf)
ype (Note 11) ac ype (Notes 6,7,8) ype (Notes 6,7,8) ase Fly v ap Y
Min. 19/32- 32ga, 1-5/8- | 8-inch o.c.in 3-inch . _ hot asphalt full hot Q2! ful
inch plywood TRI-BUILT inch dia. tin lap and 8-inch o.c. in Min. 1.5-inch coverage or M- Min. 0.25- coverage or M- Tropical (Optional) SBS-AA
1 PYWOOS, | i erglass 3 P . ACFoam Il ENRGY | OSFA, OB500, e OSFA, OB500, pical | Bp_AA or P
W-13 24-inch span, caps with 11 three (3), equally . inch #410 Quick BP-AA or or APP- -52.5
8d ring shank Base Sheet a. annular rin; spaced, staggered 3, H-Shield or Polyset BM or DensDeck PR B OR Dr APP-TA APP-TA TA
e * 3s5Q ga. arring | spaced, stagg Multi-Max FA3 Polyset CRA, 4- Polyset CRA, 6- ¥
nails, 6” o.c. shank nails center rows . .
inch o.c. inch o.c.
Min. 19/32- 32 ga., 1-5/8- 8-inch o.c. in 3-inch (Optional) Min. hot asphalt full .Mm' S Q@
. TRI-BUILT . L . . . coverage or M- inch coverage or M- .
inch plywood, . inch dia. tin lap and 8-inch o.c. in 1.5-inch ACFoam (Optional) SBS-AA
R Fiberglass i OSFA, OB500, SECUROCK OSFA, OB500, BP-AA or
W-14 24-inch span, caps with 11 three (3), equally Il, ENRGY 3, H- None BP-AA or or APP- -60.0
8d ring shank Base Sheet a. annular rin spaced, staggered Shield or Multi- Polyset BM or Gypsum- Polyset BM or APP-TA APP-TA TA
- 35Q ga-annuiarring | spaced, stagg Polyset CRA, 4- Fiber Roof | Polyset CRA, 6-
nails, 6” o.c. shank nails center rows Max FA3 : \
inch o.c. Board inch o.c.

TABLE 1c: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer & i . = MDP
Attach Primer
No. (Note 1) (Note 3, Note 13) Type Fasten (Note 11) Base Ply Ply Cap Ply (psf)
(Note 17)
SELF-ADHERING SYSTEMS:
Min. 19/32-inch plywood, (Optional) One or more 1 per Tropical (Optional)
W-15 24-inch span, 8d ring layers, any Min. 0.25-inch DensDeck Note 2 P #410 Quick | SBS-SA " SBS-SA -45.0
X ” L . 1.3 ft? SBS-SA
shank nails, 6” o.c. combination, loose laid Dry
Min. 19/32-inch plywood (Optional) One or more . . Trufast #12 DP or #14 HD .
! Min. -inch SECUR: - . 1 |
W-16 24-inch span, 8d ring shank | layers, any QR & inch SECURCRQ@ypsum with Trufast 3” Metal PET | None SBS-SA (Optional) SBS-SA -45.0*
I L . Fiber Roof Board . 2.7 ft SBS-SA
nails, 6” o.c. combination, loose laid Insulation Plate
in. -i i | . X Trufast #12 DP or #14 HD Tropical .
W-17 gﬂzfninig/sﬂa:;: p'lywc;od'k I(S Ztrf naan) ONEOTMEIE | Win. 1.5-inch ACFoam Il ENRGY 3 V\:iltjha'?:ufast 3 T\;etal 1 per #Zrlc:)lp())l(guick SBS-SA (Optional) SBS-SA -45.0*
~Inch span, Sdring shan vers, any | H-Shield or Multi-Max FA3 _ 2012 SBS-SA :
nails, 6” o.c. combination, loose laid Insulation Plate Dry
nl\:l:: Eg;-::z: ((:Zstt)mg), (Optional) One or more Trufast #14 HD with 1 per Tropical (Optional)
W-18 : _ layers, any Min. 1.5-inch ACFoam Il Trufast 3” Metal Insulation PET | #410 Quick | SBS-SA P SBS-SA 525
plywood, 24-inch span, 8d L ) 1.6 ft SBS-SA
. S combination, loose laid Plate Dry
ring shank nails, 6” o.c.
Min. 19/32-inch plywood (Optional) One or more Y . Tropical .
. . ! Min. 1.5-inch ACFoam Il, ENRGY 3, 1 per . (Optional)
W-19 24.—|nd,1l span, 8d ring shank Iayers., any . H-Shield or Multi-Max FA3 Note 2 1.45 2 #410 Quick | SBS-SA SBS-SA SBS-SA 60.0
nails, 6” o.c. combination, loose laid Dry
HYBRID SYSTEMS:
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TABLE 1c: WOOD DECKS —NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer & i Primer = MDP
No. (Note 1) (Note 3, Note 13) Type Fasten (Note 11) ﬁtta‘:? Base Ply Ply Cap Ply (psf)
( ote [
M.m' 1:;:5'”? ((eX|st)|ng), (Optional) One or more Trufast #14 HD with 1 per (Optional)
W-20 min. —|n.c new layers, any Min. 1.5-inch ACFoam Il Trufast 3” Metal Insulation P None SBS-SA-H P APP-TA -52.5
plywood, 24-inch span, 8d S ) 1.6 ft? APP-TA
. S combination, loose laid Plate
ring shank nails, 6” o.c.
Min. 15/32-inch (existing), )
X K (Optional) One or more . . .
min. 19/32-inch (new) Min. 1.5-inch ACFoam Il, ENRGY 3 or 1 per (Optional) BP-
w-21 plywood, 24-inch span, 8d Iayers., any ) Multi-Max FA3 Note 2 1.3 ft? None SBS-SA-H AA SBS-AA 525
. S combination, loose laid
ring shank nails, 6” o.c.
Min. 19/32-inch plywood (Optional) One or more .
’ 1 1) BP- BS-AA
w-22 24-inch span, 8d ring shank | layers, any Min. 1.5-inch ACFoam Il or H-Shield | Note 2 Lango | None SBS-SA-H ﬁp;':’zsg_T N ZP?)_T | 600
nails, 6” o.c. combination, loose laid '
r':lllrr: 1;;5?5:::2: ((r?:vsvt)mg), i(r?c’;tlc())nnaelz)o'\r/lx.;(.es_ Trufast #12 DP or #1G@D 1 per (Optional) SBS-AA or
W-23 \ . ' Min. 1.5-inch ACFoam Il or H-Shield | with Trufast 3” Metal P None SBS-SA-H P -75.0
plywood, 24-inch span, #8 | layers, any . 1.3 ft? APP-TA APP-TA
” S . Insulation Plate
wood screws, 6” o.c. combination, loose laid
Min. 19/32-inch plywood, (Optional) One or more . . .
W-24 24-inch span, #8 wood layers, any m::}'t:"\i;:;;:CFoam Il, ENRGY'3 or Note 2 ;;?{2 None SBS-SA-H (A(i;;t_l_lc}:al) APP-TA -82.5
screws, 6” o.c. combination, loose laid ’
CONVENTIONAL SYSTEMS:
) . . Min. 0.5-inch Structodek High
Min. 23/32-inch pl |
W-25 24I:nc:/53 a:‘n;deiﬁwow' I(Sztrlsnaan) One or more Density Fiberboard Roof Insulation, Note 2 1 per None BP-AA (Optional) BP- | SBS-AA or -45.0*
pan, €0 ring vers, any .| min. 0.75-inch FescoBoard 2.0ft2 AA or APP-TA | APP-TA :
shank nails, 6” o.c. combination, loose laid
(homogeneous)
Min. 15/32-inch isti
.m 5/3 .|nc (existing), (Optional) One or more Min. 0.25-inch DensDeck, DensDeck Trufast #12 DP or #14 HD .
W-26 min. 19/32-inch (new) layers, an Prime or SECUROCK Gypsum-Fiber with Trufast 3” Metal 1 per None BP-AA or (Optional) BP- | SBS-AA or -45.0*
plywood, 24-inch span, 8d | Yo any . Vpsu y 201t APP-TA AAor APP-TA | APP-TA :
. I combination, loose laid Roof Board Insulation Plate
ring shank nails, 6” o.c.
Min. 15/32-inch (existing) (Optional for Recover)
X X ! 4 > . . Trufast #12 DP or #14 HD .
W-27 min. 19/32—|n.ch (new) Min. 1.5-inch, One or Mln. 0.25-inch SECUROCK Gypsum- with Trufast 3” Metal 1 per None APP-TA (Optional) APP-TA -60.0
plywood, 24-inch span, 8d | more layers, any Fiber Roof Board ) 1.45 ft? APP-TA
. L L . Insulation Plate
ring shank nails, 6” o.c. combination, loose laid
W-28 2/|4|n 1:/32—|n;:| p.Iywcquod,k EA’\;;GZJQZP: I:?SF:;E n, Min. 0.5-inch SECUROCK Gypsum- xl:ffwa'ls':ilaitzi 0'\;:;1 HD 1 per None BP-AA or (Optional) BP- | SBS-AA or -60.0
) |nc” SPan, Sa ringggFn ) ! Fiber Roof Board ) 1.8 ft? APP-TA AA or APP-TA APP-TA '
nails, 6” o.c. loose laid. Insulation Plate
Min. 15/32-inch (existing), | (Optional for Recover)
. . h . . . Trufast #12 DP or #14 HD )
W-29 min. 19/32—|n'ch (new) Min. 1.5-inch, One or Mln. 0.25-inch SECUROCK Gypsum- with Trufast 3” Metal 1 perZ None APP-TA (Optional) APP-TA 675
plywood, 24-inch span, #8 more layers, any Fiber Roof Board . 1.3 ft APP-TA
” A ¥ . Insulation Plate
wood screws, 6” o.c. combination, loose laid
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TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

| lation L:
System Deck T [ Base Sheet Roof Cover (Note 15) MDP
(Note 3, Note 13) Primer
No. (Note 1) (psf)
Type | Attach Type Fasten (Note 11 Attach Base Ply | Cap Ply
SELF-ADHERING SYSTEMS:
. . . . 8-inch o.c. at min. 3-inch lap | Tropical
M”T' 19/32-inch plywood, Min. 1.5-inch, One or Prelim. TRI-BUILT SA and 8-inch o.c. in two (2), #410 Quick (Optional)
W-30 24-inch span, #8 wood more layers, any K Note 2 SBS-SA -82.5*
” o Attach Nailbase equally spaced, staggered Dry at stress SBS-SA
screws, 6” o.c. combination
center rows plates
Min. 15/32-inch (existing), Min. 1.5-inch. One or OMG #14 HD with OMG 3 in. 6-inch o.c. at min. 2-inch lap | Tropical
W-31 min. 19/32-inch (new) mor.e I;‘:\ ors .‘;m Prelim. TRI-BUILT SA Round Metal Plate or Trufast and 6-inch o.c. in three (3), #410 Quick (Optional) SBS-SA 97.5%
plywood, 24-inch span, #8 . 4 o 4 Attach Nailbase #12 DP or #14 HD with Trufast equally spaced, staggered Dry at stress SBS-SA '
” combination ” .
wood screws, 6” o.c. 3” Metal Insulation Plate center rows plates
Min. 15/32-inch (existing), Min. 1.5-inch. One or OMG #14 HD with OMG 3 in. 6-inch o.c. at min. 2-inch lap | Tropical
W-32 min. 19/32-inch (new) mor.e I.a ors ;n Prelim. TRI-BUILT SA Round Metal Plate or Trufast and 6-inch o.c. in four (4), #410 Quick (Optional) SBS-SA 127.5%
plywood, 24-inch span, #10 A v o v Attach Nailbase #12 DP or #14 HD with Trufast equally spaced, staggered Dry at stress SBS-SA ’
” combination - .
wood screws, 4” o.c. 3” Metal Insulation Plate center rows plates
HYBRID SYSTEMS:
M.m. 15/32—.|nch (existing), Min. 1.5-inch, One or . TRI-BUILT OMG #14 HD with OMG 3 in. 6—!nch o.c. fa\t 4-inch lap and Tropical . SBS-AA
min. 19/32-inch (new) Prelim. . Round Metal Plate or Trufast 6-inch o.c. in three (3), #410 Quick
W-33 . more layers, any Fiberglass Base . SBS-SA-H or APP- -97.5
plywood, 24-inch span, #8 o Attach #12 DP or #14 HD with Trufast equally spaced, staggered Dry at stress
” combination Sheet 35Q ” . TA
wood screws, 6” o.c. 3” Metal Insulation Plate center rows plates
7-inch o.c. -inch |
Min. 19/32-inch plywood, Min. 1.5-inch, Oneor |, | TRIBUILT 7_;:Eh 2 E ?ntf’h'r';ce (;;p and SBS-AA
W-34 24-inch span, #8 wood more layers, any Attach. Fiberglass Base Note 2 equall s .aced sta e’red None SBS-SA-H or APP- -105.0
screws, 6” o.c. combination Sheet 35Q qually sp » stage TA
center rows
M.m. 15/32—.|nch (existing), Min. 1.5-inch, One or . TRI-BUILT OMG #14 HD with OMG 3 in. 6—!nch o.c. ?t 4-inch lap and Tropical . SBS-AA
min. 19/32-inch (new) Prelim. X Round Metal Plate or Trufast 6-inch o.c. in four (4), #410 Quick
W-35 . more layers, any Fiberglass Base R SBS-SA-H or APP- -127.5
plywood, 24-inch span, #10 . Attach #12 DP or #14 HD with Trufast equally spaced, staggered Dry at stress
" combination Sheet 35Q ” . TA
wood screws, 4” o.c. 3” Metal Insulation Plate center rows plates
CONVENTIONAL SYSTEMS:
Min. 23/32-inch plywood, Min. 1.5-inch, One or . TRI-BUILT 12-inch o.c. at 4-inch lap SBS-AA
X X Prelim. . and 24-inch o.c. in two (2), BP-AA or .
W-36 24-inch span; 8d ring shank more layers, any Attach Fiberglass Base Note 2 equally spaced. staggered None APP-TA or APP- -45.0
nails, 6” o.c. combination Sheet 35Q qually sp »stage TA
center rows
Min. 15/32-inch isti OMG #14 HD with OMG 3 in. 6-inch o.c. at 4-inch | d
in. 15/32-inch (existing), Min. 1.5-inch, One or : TRI-BUILT w " inch 0.¢. gL A-nch ‘ap an (Optional) | SBS-AA
min. 19/32-inch (new) Prelim. X Round Metal Plate or Trufast 6-inch o.c. in three (3),
W-37 . more layers, any Fiberglass Base R None BP-AA or or APP- -97.5
plywood, 24-inch span, #8 L Attach #12 DP or #14 HD with Trufast equally spaced, staggered
" combination Sheet 35Q ” . APP-TA TA
wood screws, 6” o.c. 3” Metal Insulation Plate center rows.
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TABLE 1p: WOOD DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck el iz LV Base Sheet Roof Cover (Note 15) MDP
(Note 3, Note 13) Primer
No. (Note 1) (psf)
Type Attach Type Fasten (Note 11) Attach Base Ply Cap Ply
M!n. 15/32-.|nch (existing), One or more layers, ) TRI-BUILT . ” 8-!nch @ Ll (Optional) | SBS-AA
min. 19/32-inch (new) . Prelim. X Trufast #14 HD with Trufast 3 8-inch o.c. at three (3)
W-38 lywood, 24-inch span, #8 any thickness or Attach Fiberglass Base Metal Insulation Plate equally spaced, staggered NI BP-AA or or APP- 975
plywood, -h span, combination Sheet 35Q Quiglly spaceq;stage APP-TA TA
wood screws, 6” o.c. center rows
Min. 19/32-inch plywood, Min. 1.5-inch, One or ) TRI-BUILT g ch SRGat 3-incriggand SBS-AA
. Prelim. . 7-inch o.c. in three (3), BP-AA or
W-39 24-inch span, #8 wood more layers, any Attach Fiberglass Base Note 2 equally spaced. staggered None APP-TA or APP- -105.0
screws, 6” o.c. combination Sheet 35Q qually sp + S1agg TA
center rows
M!n. 15/32-.|nch (existing), Min. 1.5-inch, One o . TRI-BUILT OMG #14 HD with OMG 3 in. 6-!nch o.c. .at 4-inch lap and (Optional) | SBS-AA
min. 19/32-inch (new) Prelim. X Round Metal Plate or Trufast 6-inch o.c. in four (4),
W-40 . more layers, any Fiberglass Base R None BP-AA or or APP- -127.5
plywood, 24-inch span, #10 L Attach #12 DP or #14 HD with Trufast equally spaced, staggered
” combination Sheet 35Q ” . APP-TA TA
wood screws, 4” o.c. 3” Metal Insulation Plate center rows.

TABLE 1e: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet - Roof Cover (Note 15) MDP
rimer .
No. (Note 1) Base Fasten (Note 11) Attach Base Ply Cap Ply (psf)
SELF-ADHERING SYSTEMS:
w-a1 Min. 19/32-inch plywood, 24-inch TRI-BUILT SA 32 ga., 1-5/8-inch dia. tin caps with | 8-inch o.c. at min. 2-inch lap and 8-inch o.c. in None (Optional) SBS-SA 525
span, 8d ring shank nails, 6” o.c. Nailbase 11 ga. annular ring shank nails three (3), equally spaced, staggered center rows SBS-SA ’
Min. 19/32-inch plywood, 24-inch TRI-BUILT SA 32 ga., 1-5/8-inch dia. tin caps with | 8-inch o.c. at min. 2-inch lap and 8-inch o.c. in (Optional)
W-42 . IR ) . ; None SBS-SA -60.0
span, 8d ring shank nails, 4” o.c. Nailbase 11 ga. annular ring shank nails three (3), equally spaced, staggered center rows SBS-SA
Min. 19/32-inch plywood, 24-inch TRI-BUILT SA 32 ga., 1-5/8-inch dia. tin caps with | 6-inch o.c. at min. 2-inch lap and 6-inch o.c. in (Optional)
W-43 ” ) - ; None SBS-SA -75.0
span, #8 wood screws, 6” o.c. Nailbase 11 ga. annular ring shank nails four (4), equally spaced, staggered center rows SBS-SA
Min. 19/32-inch plywood, 24-inch ) I . . . . . . .
W-a4 span and blocked 48-inch o.c., #10 TRI. BUILT SA 32 ga., 1-5/8 |n<?h dia. tin cay.as with | 4-inch o.c. at min. 2-inch lap and 4-inch o.c. in None (Optional) SBS-SA -105.0
" Nailbase 11 ga. annular ring shank nails four (4), equally spaced, staggered center rows SBS-SA
wood screws, 6” o.c.
HYBRID SYSTEMS:
W-45 Min. 19/32-inch plywood, 24-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with | 9-inch o.c. at 4-inch lap and 12-inch o.c. in two None SBS-SA-H SBS-AA or _45.0*
span, 8d ring shank nails, 6” o.c. Base Sheet 35Q 11 ga. annular ring shank nails (2), equally spaced, staggered center rows APP-TA ’
W-26 Min. 19/32-inch plywood, 24-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with | 8-inch o.c. at 4-inch lap and 8-inch o.c. in three None SBS-SA-H SBS-AA or 525
span, 8d ring shank nails, 6” o.c. Base Sheet 35Q 11 ga. annular ring shank nails (3), equally spaced, staggered center rows APP-TA ’
W-47 Min. 19/32-inch plywood, 24-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with | 8-inch o.c. at 4-inch lap and 8-inch o.c. in three None SBS-SA-H SBS-AA or 600
span, 8d ring shank nails, 6” o.c. Base Sheet 35Q 11 ga. annular ring shank nails (3), equally spaced, staggered center rows APP-TA ’
W-48 Min. 19/32-inch plywood, 24-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with | 6-inch o.c. at 4-inch lap and 6-inch o.c. in four None SBS-SA-H SBS-AA or 825
span, #8 wood screws, 6” o.c. Base Sheet 35Q 11 ga. annular ring shank nails (4), equally spaced, staggered center rows APP-TA ’
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NEmoO | etc.e
TABLE 1e: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER
System Deck Base Sheet Roof Cover (Note 15)

Primer MDP
No. (Note 1) Base Fasten (Note 11) Attach Base Ply Cap Ply (psf)

Min. 1/32-inch pIywpod, 24-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with | 4-inch o.c. at 3-inch lap and 4-inch o.c. in four SBS-AA or

W-49 span and blocked 48-inch o.c., #10 . - None SBS-SA-H -105.0

” Base Sheet 35Q 11 ga. annular ring shank nails (4), equally spaced, staggered center rows APP-TA

wood screws, 6” o.c.

CONVENTIONAL SYSTEMS:

W-50 Min. 19/32-inch plywood, 24-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with | 9-inch o.c. at 4-inch lap and 12-inch o.c. in two None BP-AA or SBS-AA or 45.0%
span, 8d ring shank nails, 6” o.c. Base Sheet 35Q 11 ga. annular ring shank nails (2), equally spaced, staggered center rows APP-TA APP-TA ’

W-51 Min. 19/32-inch plywood, 24-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with | 8-inch o.c. at 4-inch lap and 8-inch o.c. in three None BP-AA or SBS-AA or 525
span, 8d ring shank nails, 6” o.c. Base Sheet 35Q 11 ga. annular ring shank nails (3), equally spaced, staggered center rows APP-TA APP-TA ’

W-52 Min. 19/32-inch plywood, 24-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with | 8-inch o.c. at 4-inch lap and 8-inch o.c. in three None BP-AA or SBS-AA or 60.0
span, 8d ring shank nails, 6” o.c. Base Sheet 35Q 11 ga. annular ring shank nails (3), equally spaced, staggered center rows APP-TA APP-TA ’

W-53 Min. 19/32-inch plywood, 24-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with | 6-inch o.c. at 4-inch lap and 6-inch o.c. in four None BP-AA or SBS-AA or 825
span, #8 wood screws, 6” o.c. Base Sheet 35Q 11 ga. annular ring shank nails (4), equally spaced, staggered center rows APP-TA APP-TA ’
Min. 15/32-inch pIyw.ood, 24-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with | 4-inch o.c. at 3-inch lap and 4-inch o.c. in four BP-AA or SBS-AA or

W-54 span and blocked 48-inch o.c., #10 . ; None -105.0
wood screws. 6” o.c Base Sheet 35Q 11 ga. annular ring shank nails (4), equally spaced, staggered center rows APP-TA APP-TA

TABLE 1F: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet i Roof Cover (Note 15) MDP
rimer P
No. (Note 1) Base Fasten (Note 11) I Attach Base Ply | Cap Ply (psf)
SELF-ADHERING SYSTEMS:
. . R 8-inch o.c. at min. 3-inch lap and 8-inch | Tropical #410 .
wess | Min.19/321inch plywood, 24-inch | ro by 1 oa Nailbase | Note 2 o.c. in two (2), equally spaced, QuickDryat | (OPtonal) | cge cn -82.5*
span, #8 wood screws, 6” o.c. SBS-SA
staggered center rows stress plates
Min. 15/32-inch (existing), min. OMG #14 HD with OMG 3 in. Round 6-inch o.c. at min. 2-inch lap and 6-inch | Tropical #410 (Optional)
W-56 19/32-inch (new) plywood, 24-inch TRI-BUILT SA Nailbase Metal Plate or Trufast #12 DP or #14 HD o.c. in three (3), equally spaced, Quick Dry at SBg—SA SBS-SA -97.5%
span, #8 wood screws, 6” o.c. with Trufast 3” Metal Insulation Plate staggered center rows stress plates
Min. 15/32-inch (existing), min. OMG #14 HD with OMG 3 in. Round 6-inch o.c. at min. 2-inch lap and 6-inch | Tropical #410 (Optional)
W-57 19/32-inch (new) plywood, 24-inch TRI-BUILT SA Nailbase Metal Plate or Trufast #12 DP or #14 HD o.c. in four (4), equally spaced, Quick Dry at SBFS) A SBS-SA -127.5*
span, #10 wood screws, 4” o.c. with Trufast 3” Metal Insulation Plate staggered center rows stress plates
HYBRID SYSTEMS:
Min. 15/32-inch (existing), min. TRI-BUILT Fiberglass OMG #14 HD with OMG 3 in. Round 6-inch o.c. at 4-inch lap and 6-inch o.c. | Tropical #410 SBS-AA oF
W-58 19/32-inch (new) plywood, 24-inch Metal Plate or Trufast #12 DP or #14 HD in three (3), equally spaced, staggered Quick Dry at SBS-SA-H -97.5
" Base Sheet 35Q R ” . APP-TA
span, #8 wood screws, 6” o.c. with Trufast 3” Metal Insulation Plate center rows stress plates
. . R . 7-inch o.c. at 3-inch lap and 7-inch o.c.
Min. 19/32-inch plywood, 24-inch TRI-BUILT Fiberglass X SBS-AA or
- 2 BS-SA- -105.
W-59 span, #8 wood screws, 6” o.c. Base Sheet 35Q Note in three (3), equally spaced, staggered None SBS-SA-H APP-TA 05.0
center rows
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TABLE 1F: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet - Roof Cover (Note 15) MDP
rimer
No. (Note 1) Base Fasten (Note 11) Attach Base Ply Cap Ply (psf)

Min. 1;/32-|nch (existing), mln: TRI-BUILT Fiberglass OMG #14 HD with OMG 3 in. Round §-|nch o.c. at 4-inch lap and 6-inch o.c. Tro.plcal #410 SBS-AA or

W-60 19/32-inch (new) plywood, 24-inch Metal Plate or Trufast #12 DP or #14 HD in four (4), equally spaced, staggered Quick Dry at SBS-SA-H -127.5

X Base Sheet 35Q R " . APP-TA

span, #10 wood screws, 4” o.c. with Trufast 3” Metal Insulation Plate center rows stress plates

CONVENTIONAL SYSTEMS:

WL | Min.23/32-inch plywood, 24-inch | TRI-BUILT Fiberglass Note 2 ii':‘f;vfl’oc(;)t i':gl’l 'asp ::s d24"”°h None BP-AdOr | SBS-AAOr | o
span, 8d ring shank nails, 6” o.c. Base Sheet 35Q A s€quallysp ! APP-TA APP-TA ’

staggered center rows

Min. 1!?/32-|nch (existing), m|n: TRI-BUILT Fiberglass OMG #14 HD with OMG 3 in. Round §-|nch 0.c. at 4-inch lap and 6-inch o.c. (Optional) SBS-AA or

W-62 19/32-inch (new) plywood, 24-inch Base Sheet 35Q Metal Plate or Trufast #12 DP or #14 HD in three (3), equally spaced, staggered None BP-AA or APP-TA -97.5
span, #8 wood screws, 6” o.c. with Trufast 3” Metal Insulation Plate center rows APP-TA
Min. 15/32-inch (existi in. -inch o.c. at 4-inch | -inch o.c.

W-63 19I732-?r<3h (I::w)(e)?s\%iz rthln-inch TRI-BUILT Fiberglass Trufast #14 HD with Trufges™ Metal StI:hcrez (c3)a(: ul.':?llc sascaer(‘id sstamcerz.(: None (Optional) SBS-AA -97.5

Pl Y Base Sheet 35Q Insulation Plate qually sp » Stag BP-AA ’
span, #8 wood screws, 6” o.c. center rows
. . . . 7-inch o.c. at 3-inch lap and 7-inch o.c.
Min. 19/32-inch plywood, 24-inch TRI-BUILT Fiberglass X BP-AA or SBS-AA or
- h Il -105.
W-64 span, #8 wood screws, 6” o.c. Base Sheet 35Q Note 2 in three (3), equally spaced, staggered None APP-TA APP-TA 105.0
center rows

Min. 1;/32—|nch (existing), m|n: TRI-BUILT Fiberglass OMG #14 HD with OMG 3 in. Round §—|nch o.c. at 4-inch lap and 6-inch o.c. (Optional) SBS-AA or

W-65 19/32-inch (new) plywood, 24-inch Base Sheet 35Q Metal Plate or Trufast #12 DP or #14 HD in four (4), equally spaced, staggered None BP-AA or APP-TA -127.5
span, #10 wood screws, 4” o.c. with Trufast 3” Metal Insulation Plate center rows APP-TA
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NEmoO | etc.e
TABLE 2A: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck : e MDP
Attac ac
No. Note 1 sf
(Note 1) Type Fasten (Note 11) Note 17 Type Notes 6.7.8 Base Ply Ply CapPly | (psf)
SELF-ADHERING SYSTEMS:
Min. 1.5-inch Optional min. 1.5-inch additional hot asphalt, M-
Min. 22 ga., type B, Grade 33 steel o 1 per layer(s) base insulation, followed OSFA, OB500, (Optional) "
1 or min. 2,500 psi structrual concrete :iiO:?hlilé|ZN RGY | Note2 2.0ft2 | by min.0.25-inch SECUROCK Polyset BM, Polyset SBS-SA SBS-SA SBS-SA 45.0
Gypsum-Fiber Roof Board CRA
Min. 22 ga., type B, Grade 40 steel; Min. 2-inch . . X .
s-2 | 6ftspan, #12 HWHTeks5,6” o.c. | ACFoamlilorH- | Note2 217"?:2 2/'0'”m zols?tc: CHGSh'e'd N M-OSFA or M-PG1 | SBS-SA (S(;gfg’a') SBS-SA | -45.0
or min. 2,500 psi structrual concrete | Shield ' P
Min. 22 ga., type B, Grade 40 steel; Min. 2-inch Dekfast DF-#12-DP or . . . .
S3 | 6ftspan, #12 HWH Teks 5, 6” o.c. | ACFoam Il or H- DF-#14-PH3 with 21 c‘)’:'trz CMo'”m ZO'S'I‘tC: CHGSh'e'd HD M-OSFA or M-PG1 | SBS-SA (SC;‘S’“S‘X“"‘” SBS-SA | -52.5
or min. 2,500 psi structrual concrete | Shield Dekfast PLT-R-3 ] P
Min. 22 ga., type B, Grade 80 steel; Min. 2-inch Dekfast DF-#12-DP or R . . .
S-4 | 6ftspan, #12 HWH Teks5, 6" o.c. | ACFoam IlorH- | DF-#14-PH3 with . ) 2/'0'”m zéiit'zcchGH Shiel G Zir?csh”: iy MPEL | ss-sa (S(;gfg’a') SBS-SA | -82.5
or min. 2,500 psi structrual concrete | Shield Dekfast PLT-R-3 ' P -
HYBRID SYSTEMS:
Min. 22 ga., type B, Grade 40 steel; Min. 2-inch . . ) (Optional) SBS-AA
S5 | 6ftspan, #12 HWH Teks 5, 6” o.c. | ACFoam Il or H- Note 2 217";’:2 g)'”m ZOL'I‘:: CHGSh'e'd HD M-OSFA or M-PG1 | SBS-SA-H | BP-AA or or APP- | 450
or min. 2,500 psi structrual concrete | Shield ’ P APP-TA TA
Min. 22 ga., type B, Grade 40 steel; Min. 2-inch Dekfast DF-#12-DP or . . . (Optional) SBS-AA
S6 | 6ftspan, #12 HWH Teks5,6” o.c. | ACFoam Il or H- DF-#14-PH3 with 21 g‘:trz 2"0':1 20;'::: CHGSh'e'd HD M-OSFA or M-PG1 | SBS-SA-H | BP-AAor | orAPP- | -52.5
or min. 2,500 psi structrual concrete | Shield Dekfast PLT-R-3 ' P APP-TA TA
Min. 22 ga., type B, Grade 33 steel; Min. 1.5-inch ngaistth#irzug;tor < 1 per Min. 1.5-inch ACFoam Il or H- hot asphalt, M- (Optional)
S7 | 6ftspan, #12 HWH Teks 5,6” o.c. | ACFoam Il or H- Wt Ineuiotion L 42 e | ehioid OSFA, M-PG1, SBS-SA-H AP’;_T i\ APP-TA | -67.5
or min. 2,500 psi structrual concrete | Shield ! 0OB500
Plates
. I . Trufast #12 DP (steel
Min. 22 ga., type B, Grade 40 steel; Min. 1.5-inch X . . .
os | en Spang #1ZVEWH ket 6 o At or 18 only) or #14 HD with 1per | Min.0.25-inch SECUROCK M-OSFA, M-PG1, sms.sap | (Optional) |
N ) ' - A Trufast 3” Metal 1.6 ft2 | Gypsum-Fiber Roof Board 0B500 APP-TA ’
or min. 2,500 psi structrual concrete | Shield .
Insulation Plate
Min. 22 ga., type B, Grade 80 steel; Min. 2-inch Dekfast DF-#12-DP or . . . .
s-9 | 6ftspan, #12 HWH Teks5,6” o.c. | ACFoam IlorH- | DF-#14-PH3 with 115?:2 cMo'”m Zc;iit'zcchGH shield HD gﬂ_ifjﬁ iy MPEL | ss-sah ig’;t_';’:a” APP-TA | -825
or min. 2,500 psi structrual concrete | Shield Dekfast PLT-R-3 ' P o
Min. 22 ga., type B, Grade 33 steel; Trufast #12 DP (steel
6 ft span, two (2) #12 HWH Teks 5 Min. 1.5-inch only) or #14 HD with 1 per Min. 0.5-inch SECUROCK Gypsum- . (Optional)
-1 B - .C. BS-SA- - -90.0%*
5-10 with %” washers, 6” o.c. or min. ENRGY 3 Trufast 3” Metal 1.0 ft? Fiber Roof Board 0B500, 4-inch o.c SBS-SA-H APP-TA APP-TA 0.0
2,500 psi structrual concrete Insulation Plate
CONVENTIONAL SYSTEMS:
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NEmoO | etc.e
TABLE 2A: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck : e MDP
Attac ac
No. Note 1 sf
(Note 1) Type Fasten (Note 11 Note 17 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Optional min. 1.5-inch additional
. . layer(s) base insulation, followed .
. Min. 1.5-inch h . . (Optional) SBS-AA
<11 Mln..22 ga., type. B, Grade 33 steel ACFoam Il ENRGY | Note 2 1 per by m!n. 0:5-|nch Structodek High hot asphalt BP-AA BP-AA or or APP- 45.0*
or min. 2,500 psi structrual concrete ) 2.0 ft? Density Fiberboard Roof
3 or H-Shield . 3 K APP-TA TA
Insulation, min. 0.75-inch
FescoBoard (homogeneous).
. ) Optional min. 1.5-inch additional .
. Min. 1.5-inch . N (Optional) SBS-AA
$12 Mln..22 ga., type. B, Grade 33 steel ACFoam II, ENRGY Note 2 1 per Iayergs) base !nsulatlon, followed hot asphalt BP-AA or BP-AA or or APP- -45.0*
or min. 2,500 psi structrual concrete . 2.0 ft? by min. 0.25-inch DensDeck or APP-TA
3 or H-Shield _ APP-TA TA
DensDeck Prime
. ) Optional min. 1.5-inch additional hot asphalt, M- )
Min. 22 ga., type B, Grade 33 steel Min. 1.5-inch 1 per layer(s) base insulation, followed OSFA, OB500, BP-AA or (Optional) SBS-AA
S-13 . . ACFoam Il, ENRGY Note 2 . . BP-AA or or APP- -45.0*
or min. 2,500 psi structrual concrete ) 2.0ft> | by min.0.25-inch SECUROCK Polyset BM, Polyset | APP-TA
3 or H-Shield . APP-TA TA
Gypsum-Fiber Roof Board CRA
Optional min. 1.5-inch additional
) . layer(s) base insulation, followed .
. Min. 2-inch A . . (Optional) SBS-AA
514 | Min-22ga, type B, Grade33steel | )\ enRGy | Note 2 Lper | bymin.0.5-inch Structodek High | oo\ BP-AA BP-AA or or APP- | -45.0%
or min. 2,500 psi structrual concrete . 3.2 ft? Density Fiberboard Roof
3 or H-Shield . . . APP-TA TA
Insulation, min. 0.75-inch
FescoBoard (homogeneous).
. . Optional min. 1.5-inch additional .
. Min. 2-inch ) . (Optional) SBS-AA
S15 Mln..22 ga., type. B, Grade 33 steel ACFoam Il ENRGY | Note 2 1 per Iayergs) base !nsulatlon, followed hot asphalt BP-AA or BP-AA or or APP- -45.0*
or min. 2,500 psi structrual concrete . 3.2 ft? by min. 0.25-inch DensDeck or APP-TA
3 or H-Shield . APP-TA TA
DensDeck Prime
Min. 1.5-inch
Min. 22 ga., type B, Grade 33 steel; . . (Optional) SBS-AA
S-16 | 6ftspan, #12 HWHTeks 5, 6" o.c. | ~croam b ENRGY ) s Lper | Min. 0.75-inch FescoBoard hot asphalt BP-AA BP-AA or orAPP- | 525
K . 3 or Multi-Max 1.3ft (homogeneous)
or min. 2,500 psi structrual concrete FA3 APP-TA TA
Min. 22 ga., type B, Grade 33 steel; | Min. 2-inch hot asphalt, M- (Optional) | SBS-AA
- << 83, Type 5 S : 1per | Min.0.25-inch SECUROCK OSFA, OB500, BP-AA or P
S-17 6 ft span, #12 HWH Teks 5, 6” o.c. ACFoam II, ENRGY Note 2 1622 Gyosum-Fiber Roof Board Polyset BM. Polvset | APP-TA BP-AA or or APP- -60.0
or min. 2,500 psi structrual concrete | 3 or H-Shield ’ P CR/Z » POl APP-TA TA
Min. 1.5-inch
Min. 22 ga., type B, Grade 33 steel; . . . (Optional) SBS-AA
E 1 .0.5-
518 | 6ftspan, #12 HWHTeks 5, 6" o.c. | noroam Ib ENRGY i yore per | Min. 0.5-inch Structodek High hot asphalt BP-AA BP-AAOr | orAPP- | -675
K . 3 or Multi-Max 1.3ft Density Fiberboard
or min. 2,500 psi structrual concrete FA3 APP-TA TA
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NEmoO | etc.e
TABLE 2A: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck e e MDP
ttac ac
No. Note 1 sf
(Note 1) Type Fasten (Note 11) Note 17 Type Notes 6.7.8 Base Ply Ply CapPly | (psf)
. . . . Trufast #12 DP (steel .
Min. 22 ga., type B, Grade 40 steel; | Min. 1.5-inch only) or #14 HD with 1per | Min.0.25-inch SECUROCK M-OSFA, M-PG1, Bp-Apor | (Optional) | SBS-AA
S-19 6 ft span, #12 HWH Teks 5, 6” o.c. ACFoam Il or H- Trufast 3” Metal 16 ft2 Gvpsum-Fiber Roof Board 0B500 APP-TA BP-AA or or APP- -75.0
or min. 2,500 psi structrual concrete | Shield R ' vp APP-TA TA
Insulation Plate
Min. 22 ga., type B, Grade 33 steel; Trufast #12 DP (steel (Optional) SBS-AA
520 6 ft span, two (2) #12 HWH Teks 5 Min. 1.5-inch only) or #14 HD with 1 per Min. 0.5-inch SECUROCK Gypsum- OB500, 4-inch o.c BP-AA or BP’-)AA or or APP- -90.0*
with %” washers, 6” 0.c. or min. ENRGY 3 Trufast 3” Metal 1.0 ft? Fiber Roof Board ! o APP-TA '
. . APP-TA TA
2,500 psi structrual concrete Insulation Plate
TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
Top Insulation Layer Roof Cover (Note 15
System Deck Base Insulation Layer(s) L L . (Note 15) mMDP
Attach Primer
No. (Note 1) (Note 3, Note 13) Type Fasten (Note 11) Base Ply Ply Cap Ply (psf)
Note 17)
SELF-ADHERING SYSTEMS:
. (Optional) One or more % . .
Min. 22 ga., type B, Grade 33 steel Min. 3/8-inch SECUROCK 1 per (Optional) «
21 or min. 2,500 psi structrual concrete Iayers., any . Gypsum-Fiber Roof Board NOTE 2.7 ft? None SBS-SA SBS-SA SBS-SA 450
combination, loose laid
Min. 22 ga., type B, Grade 33 steel; (Optional) One or more 1 per Tropical (Optional)
S-22 6 ft span, #12 HWH Teks 5, 6” o.c. or | layers, any Min. 0.25-inch DensDeck Note 2 P , | #410Quick | SBS-SA b SBS-SA -45.0
. . S . 1.3ft SBS-SA
min. 2,500 psi structrual concrete combination, loose laid Dry
Min. 22 ga., type B, Grade 40 steel; (Optional) One or more Trufast #14 HD with 1 per Tropical (Optional)
S-23 6 ft span, 5/8” puddle welds, 6” o.c. layers, any Min. 1.5-inch ACFoam I Trufast 3” Metal Insulation 1 8pft2 #410 Quick | SBS-SA SBg—SA SBS-SA -67.5
or min. 2,500 psi structrual concrete | combination, loose laid Plate ' Dry
Min. 22 ga., type B, Grade 40 steel; (Optional) One or more . . Trufast #14 HD with Tropical .
S-24 6 ft span, 5/8” puddle welds, 6” o.c. layers, any . |r.1ch SECUROCK Trufast 3” Metal Insulation ! perz #410 Quick | SBS-SA (Optional) SBS-SA -82.5
h X L . Gypsum-Fiber Roof Board 1.6 ft SBS-SA
or min. 2,500 psi structrual concrete | combination, loose laid Plate Dry
Min. 22 ga., type B, Grade 40 steel; (Optional) One or more -or::fz)j‘iotr#:'lr’if?s'?#(lszelill) Tropical
6 ft span, #12 HWH Teks 5 with %” 9 Min. 1.5-inch ACFoam Il or v : 1 per pical. (Optional)
S-25 ” . X layers, any | (concrete only) with #410 Quick | SBS-SA SBS-SA -97.5
washers, 6” o.c. or min. 2,500 psi .. . H-Shield ” . 1.0 ft2 SBS-SA
combination, loose laid Trufast 3” Metal Insulation Dry
structrual concrete
Plate
HYBRID SYSTEMS:
. (Optional) One or more . . Trufast #12 DP (steel only) (Optional) SBS-AA
5-26 x’&iiz o e iﬁ;fi‘j’foffgte layers, any GM'”; j/ms_F'?;:rsRE;ol:zgng 4| or#14 HD with Trufast 3” 5 e | None SBS-SA-H | BP-AAor | orAPP- | -45.0%
T P combination, loose laid vp Metal Insulation Plate ’ APP-TA TA
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer(s) & i Primer = MDP
No. (Note 1) (Note 3, Note 13) Type Fasten (Note 11) s Base Ply Ply Cap Ply (psf)
Note 17
Min. 22 ga., type B, Grade 40 steel; (Optional) One or more Trufast #14 HD with 1 per (Optional)
S-27 6 ft span, 5/8” puddle welds, 6” o.c. layers, any Min. 1.5-inch ACFoam Il Trufast 3” Metal Insulation p None SBS-SA-H b APP-TA -67.5
) X L . 1.8 ft2 APP-TA
or min. 2,500 psi structrual concrete | combination, loose laid Plate
. . Trufast #12 DP (steel only)
Min. 22 ga., t B, Grade 33 steel; Opt 1) O SBS-AA
in. 22 ga., type B, Grade 33 steel; | (Optional) Oneormore |\ ) o1 b Ackoam llor | or Trufast #14 HD with 1 per (Optional)
S-28 6 ft span, #12 HWH Teks 5, 6” o.c. layers, any . ” . None SBS-SA-H or APP- -75.0
) . L . H-Shield Trufast 3” Metal Insulation | 1.45 ft? APP-TA
or min. 2,500 psi structrual concrete | combination, loose laid Plate TA
Min. 22 ga., type B, Grade 40 steel; (Optional) One or more . . Trufast #14 HD with .
S-29 6 ft span, 5/8” puddle welds, 6” o.c. layers, any Min. 0.5 |r.1ch SECUROCK Trufast 3” Metal Insulation 1 per None SBS-SA-H (Optional) APP-TA -82.5
A X Lo . Gypsum-Fiber Roof Board 1.6 ft? APP-TA
or min. 2,500 psi structrual concrete | combination, loose laid Plate
Min. 22 ga., type B, Grade 33 steel; .
6 ft span, two (2) #12 HWH Teks 5, | (oPtonall Oneormore |y o g jnch securock | rufast #12 DP (steelonly) 1y (Optional)
S-30 ” . . layers, any . or #14 HD with Trufast 3 None SBS-SA-H APP-TA -82.5
6” 0.c. or min. 2,500 psi structrual S ) Gypsum-Fiber Roof Board ) 1.45 ft? APP-TA
combination, loose laid Metal Insulation Plate
concrete
Min. 22 ga., type B, Grade 33 steel; (Optional) One or more ) . ) SBS-AA
Min. 1.5-inch ACF 1, 1 |
531 6 ft span, #12 HWH Teks 5, 6” o.c. or | layers, any in. 1ERTEN ACTR@ Note 2 Per | None sssan | (OPtonall 1o pp. -82.5
. . - . ENRGY 3 or Multi-Max FA3 1.3 ft? APP-TA
min. 2,500 psi structrual concrete combination, loose laid TA
) Trufast #15 EHD (steel
Min. 22 ga., type B, Grade 40 steel; .
6 ft span, #12 HWH Teks 5 with %~ | (OPtional) Oneormore |, ) i) Acroam 1or | ONY) Or Trufast #14 HD 1 per (Optional) | SBSAA
S-32 washers. 6” 6.c. or min. 2,500 psi layers, any H-Shield (concrete only) with 1.0 22 None SBS-SA-H APP-TA or APP- -97.5
! . B P combination, loose laid Trufast 3” Metal Insulation ' TA
structrual concrete
Plate
Min. 22 ga., type B, Grade 33 steel; .
6 ft span, two (2) #12 HWH Teks 5 | (OPtional)Oneormore 1\ o o i o sEcUROCK Trufast #12 DP (steelonly) | ) o (Optional)
S-33 X ” ” K layers, any . or #14 HD with Trufast 3 None SBS-SA-H APP-TA -135.0
with %” washers, 6” o.c. or min. L ) Gypsum-Fiber Roof Board ) 1.0 ft2 APP-TA
. combination, loose laid Metal Insulation Plate
2,500 psi structrual concrete
CONVENTIONAL SYSTEMS:
Min. 22 ga., type B, Grade 33 steel (Optional) One or more Min. 0.25-inch SECUROCK 1 per BP-AA or (Optional) SBS-AA
534 or min. 2,500 psi structrual concrete layers, any Gypsum-Fiber Roof Board Note 2 4.0 ft? None APP-TA BP-AA or or APP- -45.0%
T P combination, loose laid yP ’ APP-TA TA
Min. 0.5-inch Structodek
. (Optional) One or more High Density Fiberboard (Optional) SBS-AA
.22 ga. B . . 1
S-35 mein Zg?;(,)(t)ypsei st’rﬁcrzi{;?’c?’os::reelte layers, any Roof Insulation, min. 0.75- Note 2 ) Op?trz None BP-AA BP-AA or or APP- -45.0*
T P combination, loose laid inch FescoBoard ’ APP-TA TA
(homogeneous)
Optional) O Optional SBS-AA
Min. 22 ga., type B, Grade 33 steel (Optional) One or more Min. 0.25-inch DensDeck or 1 per BP-AA or (Optional)
S-36 . . layers, any . Note 2 ) None BP-AA or or APP- -45.0*
or min. 2,500 psi structrual concrete n . DensDeck Prime 2.0 ft APP-TA
combination, loose laid APP-TA TA
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer(s) & i Primer = MDP
No. (Note 1) (Note 3, Note 13) Type Fasten (Note 11) s Base Ply Ply Cap Ply (psf)
Note 17
. . . Trufast #12 DP (steel only)
Min. 22 ga., type B, Grade 33 steel; Min. 1.5-inch, One or . . . .
” Min. 0.25-inch SECUROCK or Trufast #14 HD with 1 per (Optional)
537 6 ft span, #12.HWH Teks5, 67 o.c.or | more .Iaye.rs, any ) Gypsum-Fiber Roof Board Trufast 3” Metal Insulation | 1.45 ft2 None AFTA APP-TA APP-TA -60.0
min. 2,500 psi structrual concrete combination, loose laid Plate
Min. 22 ga., type B, Grade 33 steel; Min. 2-inch ACFoam II, . . (Optional) SBS-AA
5-38 6 ft span, #12 HWH Teks 5, 6” o.c. or | ENRGY 3 or H-Shield, g"'”‘sgi_ggzr‘c‘:ggfﬁ Ca': g | Note2 11 aqe | None iﬁ:ﬁ:r BP-AAor | orAPP- | -60.0
min. 2,500 psi structrual concrete loose laid. P ’ APP-TA TA
Min. 22 ga., type B, Grade 33 steel; . .
6 ft span, two (2) #12 HWH Teks 5, | (OPtional) Oneormore |\ 6 o o secUROCK Trufast #12 DP (steelonly) |, Bp-Aaor | (OPtional) | SBS-AA
539 6" 0.c. or min. 2,500 psi structrual | Ve 3V Gypsum-Fiber Roof Board | O 14 HDwith Trufast 37| ) g, | None AppTA | BPAAor f orAPP- 825
o o P combination, loose laid P Metal Insulation Plate ’ APP-TA TA
concrete
Min. 22 ga., type B, Grade 33 steel; .
Trufast #14 HD with
6 ft span, two (2) #12 HWH Teks 5 Min. 1.5-inch ACFoam Il | Min. 0.5-inch DensDeck ” ) 1 per (Optional)
5-40 with %” washers, 6” o.c. or min. or H-Shield Prime ITD[::ZSt 3" Metal Instlggon 1.3 ft? None BP-AA BP-AA SBS-AA 1125
2,500 psi structrual concrete
Min. 22 ga., type B, Grade 33 steel; . .
6 ft span, two (2) #12 HWH Teks 5 | (OPtional) Oneormore 1 o o ) cecuroCK Trufast #12 DP (steelonly) |, Bp-Aaor | (OPtional) | SBS-AA
S-41 X Y " K layers, any . or #14 HD with Trufast 3 None BP-AA or or APP- -135.0
with %” washers, 6” o.c. or min. S ) Gypsum-Fiber Roof Board . 1.0ft2 APP-TA
. combination, loose laid Metal Insulation Plate APP-TA TA
2,500 psi structrual concrete
Min. 22 ga., type B, Grade 33 steel; .
Trufast #14 HD with
6 ft span, two (2) #12 HWH Teks 5 Min. 1.5-inch ACFoam Il | Min. 0.5-inch SECUROCK Y . 1 per (Optional)
S-42 with %” washers, 6” o.c. or min. or H-Shield Gypsum-Fiber Roof Board H:::St 3" Metal Insulation 1.3 ft? None BP-AA BP-AA SBS-AA 1575
2,500 psi structrual concrete
Min. 22 ga., type B, Grade 33 steel; .
Trufast #14 HD with
6 ft span, two (2) #12 HWH Teks 5 Min. 1.5-inch ACFoam Il | Min. 0.5-inch DensDeck Y . 1 per (Optional)
S-43 with %” washers, 6” 0.c. of min. or H-shield Prime Trufast 3” Metal Insulation 102 None BP-AA BP-AA SBS-AA -157.5
. Plate
2,500 psi structrual concrete
Min. 22 ga., type B, Grade 33 steel; .
Trufast #14 HD with
6 ft span, two (2) #12 HWH Teks 5 Min. 1.5-inch ACFoam Il | Min. 0.5-inch SECUROCK . 1 per (Optional)
-44 Trufast 3” Metal | lat N BP-AA BS-AA -172.
S with %” washers, 6” o.c. or min. or H-Shield Gypsum-Fiber Roof Board Plr:t:S etatinsuation 1.0 ft2 one BP-AA 58S >
2,500 psi structrual concrete
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck el e TR Base Sheet Roof Cover (Note 15) MDP
No Note 1 (Note 3, Note 13) o
) Type | Attach Type Fasten (Note 11) J Attach Base Ply | Cap Ply
SELF-ADHERING SYSTEMS:
545 Min. 22 ga., type B, Grade 33 steel or mlc)nr:l:-;?zh;r?ne or Prelim. TRI-BUILT SA Note 2 i;jﬁ:ﬁ:cafnn:woz(;)nc: Ij:)”and (Optional) SBS-SA 45.0*
min. 2,500 psi structrual concrete . v - v Attached Nailbase \ » equatly SBS-SA ’
combination spaced, staggered center rows
Min. 22 ga. B I; 6 f Min. 1.5-inch 12-inch o.c. in. 2-inch |
in gf , type B, Grade %3 steel; 6 ft in. 1.5-inch, One or prelim. TRI-BUILT SA !nc 0.C .at min. 2-inch lap and (Optional) *
S-46 span, 5/8” puddle welds, 6” o.c. or more layers, any R Note 2 12-inch o.c. in two (2), equally SBS-SA -52.5
) . L Attached Nailbase SBS-SA
min. 2,500 psi structrual concrete combination spaced, staggered center rows
Min. 22 ga., type B, Grade 33 steel; 6 ft | Min. 1.5-inch, One or R 12-inch o.c. at min. 4-inch lap and .
. Prelim. TRI-BUILT SA . . |
S-47 span, #12 HWH Teks 6, 6” o.c. or min. more layers, any refim R UILT'S Note 2 12-inch o.c. in two (2), equally (Optional) SBS-SA -60.0*
. o Attached Nailbase SBS-SA
2,500 psi structrual concrete combination spaced, staggered center rows
-inch o.c. in. 4-inch | -
Min. 22 ga., type B, Grade 33 steel; 6 ft | Min. 15-inch, Oneor | , .- TRI-BUILT SA ?n'c';co S ?nattv';“(”z) e'”ﬁa“a’z aa”cdez (Optional)
S-48 span, #12 HWH Teks 5, 6” o.c. or min. more layers, any ’ Nailbase (laid parallel | Note 2 . » equally .p ! P SBS-SA -82.5%
2,500 psi structrual concrete combination Attached to deck flutes) staggered center rows, Tropical SBS-SA
’ P #410 Quick Dry at stress plates
CONVENTIONAL SYSTEMS:
549 Min. 22 ga., type B, Grade 33 steel or mlor:.ell.aS-;r:zh;nOne or Prelim. TRI-BUILT Fiberglass Note 2 ilnzc-flmncfr:: Oi.rf.tjvtoﬂf(-lzr)]cz IzZI?nS Zated BP-AA or 2?1-??_ 45.0%
min. 2,500 psi structrual concrete . 4 o 4 Attached Base Sheet 35Q . » €qually sp " | APP-TA ’
combination staggered center rows TA
Min. 22 ga., type B, Gradf 33 steel;.6 ft | Min. 1.5-inch, One or prelim. TRI-BUILT Fiberglass 412—mch q.c. at 3-inch lap and 12- BP-AA or SBS-AA
S-50 span, #12 HWH Teks 5, 6” o.c. or min. more layers, any Note 2 inch o.c. in two (2), equally spaced, or APP- -52.5
. L Attached Base Sheet 3SQ APP-TA
2,500 psi structrual concrete combination staggered center rows TA
Min. 22 ga., type B, Grads 33 steel;.6 ft | Min. 1.5-inch, One or Prelim. TRI-BUILT Fiberglass OMG #14 HD with OMG 6-|n§h o.c. at 4-inch lap and 6-inch BP-AA or SBS-AA
S-51 span, #12 HWH Teks 5, 6” o.c. or min. more layers, any Flat Bottom Plates o.c. in two (2), equally spaced, or APP- -67.5
. S Attached Base Sheet 35Q APP-TA
2,500 psi structrual concrete combination (AccuTrac) staggered center rows TA
Min. 22 ga., type B, Gradfe 33 iteel; 6 ft Min. 1.5-inch, One or < . Trufast #14 HD with 6-inch o.c. at 4-inch lap and 6-inch .
S-52 span; #12 HWH Teks 5 with % more layers, an Preling TRI-BUILT Fiberglass Trufast 3” Metal o.c. at three (3) equally spaced (Optional) SBS-AA -97.5
washers, 6” 0.c. or min. 2,500 psi ver gl Attach Base Sheet 35Q ; < qually spaced, BP-AA :
combination Insulation Plate staggered center rows
structrual concrete
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REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. 2oL Primer Attach Attach Primer oot
No. Note 1 ac ac sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
SELF-ADHERING SYSTEMS:
structural | PP M 1.5-inch ACFoam II, ENRGY 3 or H- Min. 0.25-inch SECUROCK (Optional)
C-1. #410 o ¢ hot asphalt e hot asphalt None SBS-SA P SBS-SA -172.5
concrete K Shield Gypsum-Fiber Roof Board SBS-SA
Quick Dry
Tropical . . Tropical .
c2. Structural |10 Min. 1.5-inch ACFoam l, ENRGY 3 or hot asphalt Min. 0.25-inch DensDeck | hot asphalt #410 Quick | SBS-SA (Optional) | cge cp | 1025
concrete K Multi-Max FA3 SBS-SA
Quick Dry Dry
. . . . . Tropical .
Structural (Optional) Min. 1.5-inch ACFoam Il or H- M-OSFA or M- Min. 0.5-inch ACFoam-HD M-OSFA or M- . (Optional)
3 concrete | None Shield PG1 CoverBoard or H-Shield HD | PG1 ’;‘SO Quick | SBS-SA SBS-SA SBS-5A 973
Structural (Optional) Min. 1.5-inch ACFoam Il or H- M-OSFA or M- Min. 2-inch H-Shield HD M-OSFA or M- (Optional)
4 concrete | NOMe Shield PG1 Composite CG PG1 None SBS-SA SBS-SA SBS-SA 1425
Structural Min. 1.5-inch ACFoam Il, ENRGY 3 or H- M-OSFA or M- Min. 0.25-inch SECUROCK M-OSFA or M- (Optional)
&5 concrete None Shield PG1 Gypsum-Fiber Roof Board PG1 None SBS-SA SBS-SA SBS-SA 172.5
Structural Min. 1.5-inch ACFoam II, ENRGY 3 or M-OSFA or M- M-OSFAorm- | ropical (Optional)
C-6. concrete None Multi-Max FA3 PG1 Min. 0.25-inch DensDeck PG1 1;‘:30 Quick SBS-SA SBS-SA SBS-SA -192.5
Structural (Optional) Min. 1.5-inch ACFoam Il or H- | M-OSFAor M- | Min. 0.25-inch SECUROCK | M-OSFAorm- | roPical (Optional)
c7 concrete None Shield PG1, 6-inch o.c. | Gypsum-Fiber Roof Board PG1, 6-inch o.c. gﬁ;o Quick SBS-SA SBS-SA SBS-SA 3150
Structural (Optional) Min. 1.5-inch ACFoam Il or H- | M-OSFAorM- | Min. 0.5-inch ACFoam-HD | M-OSFAorm- | roPical (Optional)
-8. T e #41 ick - - - .
c8 concrete None Shield PG1, 6-inch o.c. | CoverBoard or H-Shield HD | PG1, 6-inch o.c. Dryo Quic SBS-5A SBS-SA SBS-5A 3150
Structural (Optional) Min. 1.5-inch ACFoam Il or H- | M-OSFA or M- Min. 2-inch H-Shield HD M-OSFA or M- (Optional)
9. concrete None Shield PG1, 6-inch o.c. | Composite CG PG1, 6-inch o.c. None SBS-5A SBS-SA SBS-5A 3425
Structural (Optional) Min. 1.5-inch ACFoam Il or H- Tropical (Optional)
C-10. None p b M-PG1-EF-ECO Min. 0.5-inch H-Shield HD M-PG1-EF-ECO #410 Quick SBS-SA P SBS-SA -97.5
concrete Shield Dry SBS-SA
C11. Structural None (Optlonal) Min. 1.5-inch ACFoam Il or H- M-PG1-EE-ECO Min. 2—|r.1ch H-Shield HD M-PG1-EE-ECO None SBS-SA (Optional) SBS-SA 1425
concrete Shield Composite CG SBS-SA
c-12. Structural None Ml.n. 1.5-inch ACFoam Il, ENRGY 3 or H- M-PG1-EE-ECO Min. 0.25—'|nch SECUROCK M-PG1-EE-ECO None SBS-SA (Optional) SBS-SA 1725
concrete Shield Gypsum-Fiber Roof Board SBS-SA
Structural Tropical Tropical (Optional)
C-13. #410 Min. 1.5-inch ACFoam Il or ENRGY 3 0OB500 Min. 0.25-inch DensDeck 0OB500 #410 Quick SBS-SA P SBS-SA -120.0
concrete Quick Dry Dry SBS-SA
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. 223 Primer Attach Attach Primer MDP
No. Note 1 ac ac sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Structural Tropical (Optional)
C-14. None Min. 1.5-inch ACFoam Il or ENRGY 3 0OB500 Min. 0.25-inch DensDeck 0OB500 #410 Quick SBS-SA P SBS-SA -150.0
concrete SBS-SA
Dry
Structural Min. 1.5-inch ACFoam II, ENRGY 3 or H- Min. 0.25-inch SECUROCK (Optional)
15, concrete None Shield 0B500 Gypsum-Fiber Roof Board 0P None SB5-SA SBS-SA SBS-SA 1725
Min. 1-inch ENRGY 3, H-Shield or H- . . .
C-16. Structural None Shield CG or min. 1.5-inch Multi-Max Polyset BM or Min. 0.25—.|nch SECUROCK Polyset BM or None SBS-SA (Optional) SBS-SA 1725
concrete Polyset CRA Gypsum-Fiber Roof Board Polyset CRA SBS-SA
FA3 or Ultra-Max
Min. 1-inch ENRGY 3, H-Shield or H- Tropical .
cay, | Structural e Shield CG or min. 1.5-inch Multi-Max Polyset BMor | i 0 25-inch Densbeck | LOVSEtBMOr 0 quick | ses-sa (Optional) | g op -192.5
concrete Polyset CRA Polyset CRA SBS-SA
FA3 or Ultra-Max Dry
HYBRID SYSTEMS:
Tropical . " .
c1g. | Struetural 100 Min. 1.5-inch ACFoam Il or H-Shield hot asphalt (Optional) Additional hot asphalt None sps-sa-q | (Optional) | SBS-AA, 1 o
concrete K layer(s) base insulation APP-TA APP-TA
Quick Dry
Structural (Optional) Min. 1.5-inch ACFoam Il or H- M-OSFA or M- Min. 0.5-inch ACFoam-HD M-OSFA or M- (Optional) SBS-AA,
G198 | concrete | NOM® Shield PG1 CoverBoard or H-Shield HD | PG1 None SBS-SAH 1 AppoTa APP-TA 975
Structural (Optional) Min. 1.5-inch ACFoam Il or H- M-OSFA or M- Min. 2-inch H-Shield HD M-OSFA or M- (Optional) SBS-AA,
C20. | oncrete | NOMe Shield PG1 Composite CG PG1 None SBS-SAH | appTA APP-TA 142:5
co1. | Stuctural |y oe Min. 1.5-inch ACFoam Il or H-Shield M-OSFA (Optional) Additional M-OSFA None sgs-say | (Optional)  SBS-AA, o,
concrete layer(s) base insulation APP-TA APP-TA
Structural . . . Min. 0.25-inch SECUROCK (Optional) SBS-AA,
C-22. concrete None Min. 1.5-inch ACFoam Il or H-Shield M-OSFA Gypsum-Fiber Roof Board M-OSFA None SBS-SA-H APP-TA APP-TA 217.5
Structural . . M-OSFA or M- Min. 0.25-inch SECUROCK M-OSFA or M- (Optional) SBS-AA,
C-23. concrete None Min. 1-inch Styrofoam Brand Roofmate PG1 Gypsum-Fiber Roof Board PG1 None SBS-SA-H APP_TA APP-TA 210.0
Structural Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional) SBS-AA,
C-24. concrete None Roof Board M-OSFA None N/A None SBS-SA-H APP-TA APP-TA -195.0
o5, | Structural e Min. 1.5-inch ACFoam Il or H-Shield M-PG1 (Optional) Additional M-PG1 None sBs-san | (Optional) | SBS-AA o
concrete layer(s) base insulation APP-TA APP-TA
Structural . . . Min. 0.25-inch SECUROCK (Optional) SBS-AA,
-26. .1.5- - -PG1 -PG1 BS-SA- -217.
C-26 concrete None Min. 1.5-inch ACFoam Il or H-Shield M-PG Gypsum-Fiber Roof Board M-PG None SBS-SA-H APP-TA APP-TA 7.5
Structural Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional) SBS-AA,
C-27. concrete None Roof Board M-PG1 None N/A None SBS-SA-H APP-TA APP-TA 195.0
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REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. 2oL Primer Attach Attach Primer oot
No. Note 1 ac ac sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Min. 0.25-inch DensDeck
Prime or SECUROCK
Structural (Optional) Min. 1.5-inch ACFoam Il or H- | M-OSFA or M- Gypsum-Fiber Roof Board M-OSFA or M- (Optional) SBS-AA,
C28 | concrete | NOMe Shield PG1, 6-inch o.c. | or min. 0.5-inch ACFoam- | PG, 6-inch o.c. | Nome SBSSAH | AppoTA appTA | 3150
HD CoverBoard or H-Shield
HD
Structural (Optional) Min. 1.5-inch ACFoam Il or H- M-OSFA or M- Min. 2-inch H-Shield HD M-OSFA or M- (Optional) SBS-AA,
©29 | concrete | NOM® Shield PG1, 6-inch o.c. | Composite CG PGL, 6-incho.c. | NOMe SBS-SAH 1 AppoTa APPTA | 3425
Structural (Optional) Min. 1.5-inch ACFoam Il or H- p . . (Optional) SBS-AA,
C-30. concrete None Shield M-PG1-EF-ECO Min. 0.5-inch H-Shield HD M-PG1-EF-ECO None SBS-SA-H APP-TA APP-TA -97.5
Structural (Optional) Min. 1.5-inch ACFoam Il or H- Min. 2-inch H-Shield HD (Optional) SBS-AA,
C-31. concrete None Shield M-PG1-EF-ECO SBhnposite CG M-PG1-EF-ECO None SBS-SA-H APP-TA APP-TA -142.5
Structural Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional) SBS-AA,
C-32. concrete None Roof Board M-PG1-EF-ECO None N/A None SBS-SA-H APP-TA APP-TA -195.0
Structural ) ) ) Min. 0.25-inch SECUROCK (Optional) SBS-AA,
C-33. concrete None Min. 1.5-inch ACFoam Il or H-Shield M-PG1-EF-ECO oo MR o] M-PG1-EF-ECO None SBS-SA-H APP-TA APP-TA -217.5
c3a, | Stuctural |y oe Min. 1.5-inch ACFoam Il or H-Shield M-PGL-EF-ECo | (OPtional) Additional M-PG1-EF-ECO | None sgs-say | (Optional) | SBS-AA, -, o
concrete layer(s) base insulation APP-TA APP-TA
Structural . . . (Optional) Additional (Optional) SBS-AA,
C-35. concrete None Min. 1.5-inch ACFoam Il or H-Shield OB500 layer(s) base insulation OB500 None SBS-SA-H APP-TA APP-TA 135.0
Structural . . . Min. 0.25-inch SECUROCK (Optional) SBS-AA,
C-36. concrete None Min. 1.5-inch ACFoam Il or H-Shield 0OB500 Gypsum-Fiber Roof Board 0OB500 None SBS-SA-H APP_TA APP-TA 217.5
Structural Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional) SBS-AA,
C-37. concrete None Roof Board 0OB500 None N/A None SBS-SA-H APP-TA APP-TA 195.0
Structural . . . Polyset BM or (Optional) Additional Polyset BM or (Optional) SBS-AA,
38, concrete None Min. 1.5-inch ATRpam Il orfgghield Polyset CRA layer(s) base insulation Polyset CRA None SBS-SAH APP-TA APP-TA 270.0
Structural ) p \ Polyset BM or Min. 0.25-inch SECUROCK Polyset BM or (Optional) SBS-AA,
39 | concrete | N® Min B R Polyset CRA Gypsum-Fiber Roof Board | Polyset CRA None PBSSAH | appTa appTa | M3
Structural Min. 1.5-inch, min. 1.5 pcf Insulfoam I Min. 0.25-inch SECUROCK (Optional) SBS-AA,
c-40. concrete None Roofing EPS Polyset CRA Gypsum-Fiber Roof Board Polyset CRA None SBS-SAH APP-TA APP-TA 180.0
Structural Min. 1.5-inch, min. 2.0 pcf Insulfoam IX Min. 0.25-inch SECUROCK (Optional) SBS-AA,
CAL concrete None Roofing EPS Polyset CRA Gypsum-Fiber Roof Board Polyset CRA None SBS-SAH APP-TA APP-TA 217:5
Structural Min. 1.5-inch Styrofoam Brand Min. 0.25-inch SECUROCK (Optional) SBS-AA,
c-42. concrete None Roofmate Polyset CRA Gypsum-Fiber Roof Board Polyset CRA None SBS-SAH APP-TA APP-TA 217.5
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REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. 223 Primer Attach Attach Primer MDP
No. Note 1 ac ac sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Structural Min. 0.25-inch SECUROCK Gypsum-Fiber | Polyset BM or (Optional) SBS-AA,
C-43. concrete None Roof Board Polyset CRA None N/A Rone SBS-SA-H APP-TA APP-TA 195.0
CONVENTIONAL SYSTEMS:
Tropical . . (Optional) SBS-AA
C-44. :2::";:;':' #410 (Optional) Min. 1.5-inch ACFoam I hot asphalt g’“nsgnz]j;:gzr :jgfg{iﬁg hot asphalt None /B\i-:_ll_\Aor BP-AA or or APP- -180.0
Quick Dry P APP-TA TA
Tropical . ) . . ) (Optional) SBS-AA
C-45. ig:ccf:t':' #410 goo’itﬁ_r'sii)e'l\g'”' Zinch ACFoam Il ENRGY |\ - cohalt gﬂ'”sgnﬁ:g:? :ngugfaig hot asphalt None BP-AA BP-AA or or APP- | -225.0
Quick Dry ¥R APP-TA TA
structural | P | (Gptional) Min. 1.5-inch ACFoam I or H- Min. 0.25-inch SECUROCK (Optional)
C-46. #410 P o hot asphalt Do hot asphalt None APP-TA P APP-TA 2525
concrete R Shield Gypsum-Fiber Roof Board APP-TA
Quick Dry
Tropical . . . ) (Optional) SBS-AA
C-47. ig:ccf:t':' #410 g'i';‘lj‘s"mh ACFoam Il ENRGY 3 orH- 1\ - phalt m'”h' g'esr;g?thsiLt’r‘;tgjék hot asphalt None BP-AA BP-AA or or APP- | -227.0
Quick Dry 8 ) APP-TA TA
structural | P | (ptional) Min. 2-inch ACFoam Il, ENRGY Min. 0.25-inch SECUROCK (Optional)
C-48. #410 P : ’ ! hot asphalt TN hot asphalt None APP-TA P APP-TA -232.5
concrete K 3 or H-Shield Gypsum-Fiber Roof Board APP-TA
Quick Dry
Tropical . . (Optional) SBS-AA
C-49. ig:’cc::t':' #410 gf]'i';'ldl's inch ACFoam Il, ENRGY 3or H- | 1 ohalt Min. 0.25-inch DensDeck | hot asphalt None BP-AA BP-AA or or APP- | -240.0
Quick Dry APP-TA TA
Tropical . . (Optional) SBS-AA
C-50. i:;:‘ccrt:tf' #410 Min. 1.5-inch ACFoam Il hot asphalt (Mh:)nr'ng'fr;'e”;:S)Fesc"Board hot asphalt None BP-AA BP-AA or or APP- | -412.0
Quick Dry 3 APP-TA TA
Tropical . . (Optional) SBS-AA
c-51. ig:’cc::t':' #410 Min. 1.5-inch ACFoam Il hot asphalt (Mh;%(;'se'n”::ulz)“raB"ard hot asphalt None BP-AA BP-AA or or APP- | -430.0
Quick Dry & APP-TA TA
Tropical 0.5-inch Structodek High Density .
csp, | Structural g Fiberboard or min. 0.75-inch Fesco hot asphalt None N/A None BP-AA (Optional) | co an | -a375
concrete K BP-AA
Quick Dry | Board (homogeneous)
Tropical . . .
Structural 0.25-inch DensDeck, DensDeck Prime or (Optional)
-53. 1 - - -537.
33 1 concrete | 410 SECUROCK Gypsum-Fiber Roof Board hot asphalt None N/A None BP-AR BP-AA SBSAA | 3373
Quick Dry
. . . . (Optional) SBS-AA
c-54. Structural None Ml.n. 1.5-inch ACFoam Il, ENRGY 3 or H M-OSFA Mln. 0.5 |r?ch S.tructodek M-OSFA None BP-AA BP-AA or or APP- 1275
concrete Shield High Density Fiberboard APP-TA TA
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. 2oL Primer Attach Attach Primer M(EDP)
No. (Note 1) ac ac sf
Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply
. . . . (Optional) SBS-AA
C-55. ig:ccrt:tf' None ’Svfl:izlljls inch ACFoam Il, ENRGY 3 or H- | ) oy mmr; g':n's?tChFSiLZ‘r‘S;’:;k M-PG1 None BP-AA BP-AA or or APP- | -180.0
g Y APP-TA TA
. . (Optional) SBS-AA
csp, | Structural e Min. 1.5-inch ACFoam II, ENRGY 3orH- | ) cp s Min. 0.25-inch DensDeck | M-OSFA None BP-AA BP-AAor | or APP- | -232.5
concrete Shield
APP-TA TA
. . (Optional) SBS-AA
cs7. | Stuetural e Min. 1.5-inch ACFoam II, ENRGY 3orH- | ) b0y Min. 0.25-inch DensDeck | M-PG1 None BP-AA BP-AAor | or APP- | -240.0
concrete Shield
APP-TA TA
csg, | Structural e Min. 1.5-inch ACFoam Il or H-Shield M-PG1 Min. 0.25-inch DensDeck |\ oy None BP-AA (Optional) | oe np | 975
concrete Prime BP-AA
Structural Min. 2-inch ACFoam II, ENRGY 3 or H- M-OSFAor M- | Min.0.25-inch SECUROCK | M-OSFA or M- (Optional) | SBS-AA
€59, concrete None Shield PG1 Gypsum-Fiber Roof Board | PG1 None BP-AA BP-AA or or APP- 2250
VP APP-TA TA
Structural Min. 2-inch ACFoam II, ENRGY 3 or H- M-OSFA or M- Min. 0.25-inch SECUROCK M-OSFA or M- (Optional)
¢-60. concrete None Shield PG1 Gypsum-Fiber Roof Board | PG1 None APP-TA APP-TA APP-TA 2325
Structural . . . M-OSFA or M- Min. 0.25-inch SECUROCK M-OSFA or M- (Optional)
C-61. concrete None Min. 1.5-inch ACFoam Il or H-Shield PG1 Gypsum-Fiber Roof Board PG1 None APP-TA APP-TA APP-TA 252.5
Structural . . . M-OSFA or M- Min. 0.25-inch SECUROCK M-OSFA or M- (Optional)
C-62. concrete None Min. 1.5-inch ACFoam Il or H-Shield PG1 Gypsum-Fiber Roof Board PG1 None BP-AA BP-AA SBS-AA 297.5
. . . (Optional) SBS-AA
C-63. ig:’cc::t':' None Ei'se'r”bcc:’af;'“mde'( High Density M-PG1 None N/A None BP-AA BP-AAor | orAPP- | -195.0
APP-TA TA
. . . (Optional) SBS-AA
Structural Min. 0.25-inch DensDeck Prime or BP-AA or
¢-64. concrete None SECUROCK Gypsum-Fiber Roof Board M None N/A None APP-TA BP-AA or or APP- -195.0
APP-TA TA
. . . Min. 0.25-inch DensDeck .
C-65. Structural None (Optlonal) Min. 1.5-inch ACFoam Il or H- M—OSFA or M- Prime or SECUROCK M—OSFA or M- None APP-TA (Optional) APP-TA 315.0
concrete Shield PG1, 6-inch o.c. . PG1, 6-inch o.c. APP-TA
Gypsum-Fiber Roof Board
R . . (Optional) SBS-AA
Structural Min. 0.25-inch DensDeck Prime or BP-AA or
C-66. concrete None SECUROCK Gypsum-Fiber Roof Board M-PG1-EF-ECO None N/A None APP-TA BP-AA or or APP- -195.0
APP-TA TA
ce7. | Structural |y e Min. 1.5-inch ACFoam Il or H-Shield M-PGLEF-ECO | Min-0:25-inch DensDeck |\ o1 e eco | None BP-AA (Optional) | goc np | 2475
concrete Prime BP-AA
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. 223 Primer Attach Attach Primer MDP
No. Note 1 ac ac sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
. . (Optional) SBS-AA
ces, | Structural e Min. 1.5-inch ACFoam Il or H-Shield M-PGLEF-ECO | MiN-0-25-inch SECUROCK |\ by er eco | None BP-AAOT | oo AMor | orAPP- | -247.5
concrete Gypsum-Fiber Roof Board APP-TA
APP-TA TA
. . . ) (Optional) SBS-AA
C-69. ig:ccf:t':' None g'i';‘lj‘s inch ACFoam Il, ENRGY 3 or H- | 554 m'”h' g'esng?thsigt’r‘;tgjék 0B500 None BP-AA BP-AAor | orAPP- | -1200
g Y APP-TA A
. . (Optional) SBS-AA
c70. | Struetral | none Min. 1.5-inch ACFoam Il 0B500 Min. 0.25-inch DensDeck | 550 None BP-AMOT | Bpamor | orAPP- | -1500
concrete or DensDeck Prime APP-TA
APP-TA TA
c71 | Struetural | none Min. 1.5-inch ACFoam Il or H-Shield 0B500 Min. 0.25-inch DensDeck | 509 None BP-AA (Optional) | spsan | 2075
concrete Prime BP-AA
. ) . . (Optional) SBS-AA
c72. ig:ccf:t':' None g'i';‘lj"”‘:h ACFoam Il ENRGY 3 orft- | 5500 g"'"sgésﬁ'g:? :Esfuggg 0B500 None BP-AA BP-AAor | orAPP- | -225.0
P APP-TA A
Structural Min. 2-inch ACFoam II, ENRGY 3 or H- Min. 0.25-inch SECUROCK (Optional)
C73. concrete None Shield &°° Gypsum-Fiber Roof Board 08500 None APP-TA APP-TA APP-TA 2325
ca, | Structural |y oe Min. 1.5-inch ACFoam Il or H-Shield 0B500 Min. 0.25-inch SECUROCK | None APP-TA (Optional) | \ppra | 2525
concrete Gypsum-Fiber Roof Board APP-TA
cs, | Structural e Min. 1.5-inch ACFoam Il or H-Shield 0B500 Min. 0.25-inch SECUROCK |- (0 None BP-AA (Optional) | gpc pp | 2075
concrete Gypsum-Fiber Roof Board BP-AA
. . . (Optional) SBS-AA
c-76. ig:’cc::t':' None Ei'se'r”bcc:’af;'“mde'( High Density 0B500 None N/A None BP-AA BP-AAor | orAPP- | -195.0
APP-TA TA
. . . (Optional) SBS-AA
c-77. i:)rr:‘;::tf' None g/'o':f g.()z;rénch SECUROCK Gypsum-Fiber |50, None N/A None ii:ﬁ:r BP-AAor | orAPP- | -195.0
APP-TA TA
Min. 1-inch ENRGY 3, H-Shield or H- . . (Optional) SBS-AA
c-78. i;rr:'cc::t':' None Shield CG or min. 1.5-inch Multi-Max gg:yzz E'F\{AAM m'”h' g'esn;?thsiLZ’gs:;k Polyset CRA None BP-AA BP-AA or or APP- | -180.0
FA3 or Ultra-Max v 8 ¥ APP-TA TA
Min. 1-inch ENRGY 3, H-Shield, or H- .
Structural Shield CG, min. 1.3-inch ACFoam Il or Polyset BM or Min. 0.25-inch SECUROCK Polyset BM or (Optional) SBS-AA
C-79. None . R . . None BP-AA BP-AA or or APP- -225.0
concrete min. 1.5-inch Multi-Max FA3 or Ultra- Polyset CRA Gypsum-Fiber Roof Board Polyset CRA
APP-TA TA
Max
Min. 1-inch ENRGY 3, H-Shield or H- . . .
C-80. Structural None Shield CG or min. 1.5-inch Multi-Max Polyset BM or Min. 0.25-.|nch SECUROCK Polyset BM or None APP-TA (Optional) APP-TA 2325
concrete FA3 or Ultra-Max Polyset CRA Gypsum-Fiber Roof Board Polyset CRA APP-TA
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. 223 Primer Attach Attach Primer MDP
No. Note 1 ac ac sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Min. 1-inch ENRGY 3, H-Shield or H- (Optional) SBS-AA
c-81. itor:ccrt:tf' None Shield CG or min. 1.5-inch Multi-Max gz:yzzt g:;/ler Min. 0.25-inch DensDeck zg:yz: EgﬂAor None BP-AA BP-AA or or APP- | -240.0
FA3 or Ultra-Max v v APP-TA TA
. . . (Optional) SBS-AA
c-82. ig:;::t':' None (F)i'se':bc:afg“a°d8k High Density gz:yzz (B::'A” None N/A None BP-AA BP-AAor | orAPP- | -195.0
v APP-TA TA
. . . (Optional) SBS-AA
c-83. Structural None Min. 0.25-inch SECUROCK Gypsum-Fiber | Polyset BM or None N/A None BP-AA or BP-AA or or APP- 195.0
concrete Roof Board Polyset CRA APP-TA APP-TA TA

TABLE 3B: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

System Deck X Roof Cover (Note 15) MDP
No. (Note 1) Primer Base Ply | Ply | Cap Ply (psf)
SELF-ADHERING SYSTEMS:
c-84. Structural concrete Tropical #410 Quick Dry $BS-SA | (optional) sBs-sA | sBs-sA | -630.0
HYBRID SYSTEMS:
C-85. Structural concrete Tropical #410 Quick Dry SBS-SA-H (Optional) APP-TA APP-TA -150.0
C-86. Structural concrete Tropical #410 Quick Dry SBS-SA-H (Optional) BP-AA SBS-AA -240.0
CONVENTIONAL SYSTEMS:

C-87. Structural concrete Tropical #410 Quick Dry APP-TA (Optional) APP-TA APP-TA -420.0
C-88. Structural concrete Tropical #410 Quick Dry BP-AA (Optional) BP-AA or APP-TA SBS-AA or APP-TA -635.0
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

X i Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete e v MDP
No. Note 1 Note 14 ac 3¢ sf
(Note 1) (Note 14) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply CapPly | (psf)
CELCORE (NOA 24-0906.02):
SELF-ADHERING SYSTEMS:
'C\-]Arl:éj:ggz.tlezp:fiv’ Min. 300 psi Celcore MF Cellular | One or more layer(s), min. Min. 0.25-inch (Optional)
LWC-1 span, 5/8” ud’dle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | M-OSFA SECUROCK Gypsum- M-OSFA SBS-SA SBZ—SA SBS-SA -52.5
pan, ” P Rheology Modifying Admixture 11, H-Shield or H-Shield CG Fiber Roof Board
welds, 6” o.c.
g;;&:gifengfiv' Min. 300 psi Celcore MF Cellular | One or more layer(s), min. Min. 0.25-inch (Optional)
LWC-2 span, 5/8” ud,dle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | M-PG1 SECUROCK Gypsum- M-PG1 SBS-SA SBZ—SA SBS-SA -52.5
pan, ” P Rheology Modifying Admixture 11, H-Shield or H-Shield CG Fiber Roof Board
welds, 6” o.c.
g;:&:é?i'{engfiv' Min. 300 psi Celcore MF Cellular | One or more layer(s), min. Min. 0.25-inch (Optional)
LWC-3 span, 5/8” ud,dle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | OB500 SECUROCK Gypsum- 0OB500 SBS-SA SBZ—SA SBS-SA -52.5
pan, ” P Rheology Modifying Admixture 111, H-Shield or H-Shield CG Fiber Roof Board
welds, 6” o.c.
g;:&:é?i'{engfiv' Min. 300 psi Celcore MF Cellular | One or more layer(s), min. Min. 0.25-inch (Optional)
LWC-4 span, 5/8” ud,dle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | Polyset BM SECUROCK Gypsum- Polyset BM SBS-SA SBg-SA SBS-SA -52.5
pan, ” P Rheology Modifying Admixture 111, H-Shield or H-Shield CG Fiber Roof Board
welds, 6” o.c.
'(\;/lrlan(.j:ggi.t’engfiv, Min. 300 psi Celcore MF Cellular | One or more layer(s), min. Min. 0.25-inch (Optional)
LWC-5 span, 5/8" ud,dle Concrete with Celcore HS 1.5-inch ACFoam I, ACFoam | Polyset CRA SECUROCK Gypsum- Polyset CRA SBS-SA SBE-SA SBS-SA -52.5
pan, ” P Rheology Modifying Admixture 111, H-Shield or H-Shield CG Fiber Roof Board
welds, 6” o.c.
HYBRID SYSTEMS:
gﬂrl:&:éf:engfiv' Min. 300 psi Celcore MF Cellular | One or more layer(s), min. M-OSFA, M-PG1, i(r?c'i,t?:gBR'\g?ko'zs_ M-OSFA, M-PG1, (Optional) SBS-AA
LWC-6 span, 5/8” ud,dle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | OB500, Polyset Gvosum-Fiber Roof OB500, Polyset SBS-SA-H APF;-TA or APP- -52.5
pan, >/ p Rheology Modifying Admixture | IIl, H-Shield or H-Shield CG | BM, Polyset CRA | ='F BM, Polyset CRA A
welds, 6” o.c. Board
CONVENTIONAL SYSTEMS:
gﬂ::(.i:égz.t’ezp: fliv' Min. 300 psi Celcore MF Cellular | One or more layer(s), min. Min. 0.25-inch BP-AA or (Optional) SBS-AA
LWC-7 span, 5/8” ud,dle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | M-OSFA SECUROCK Gypsum- M-OSFA APP-TA BP-AA or or APP- -52.5
vfeldls 6 opc Rheology Modifying Admixture 11, H-Shield or H-Shield CG Fiber Roof Board APP-TA TA
'(\E/lrl:d:égiteng £+ | Min. 300 psi Celcore MF Cellular | One or more layer(s), min. Min. 0.25-inch BpAnor | (OPtional) | SBS-AA
LWC-8 span, 5/8” ud’dle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | M-PG1 SECUROCK Gypsum- M-PG1 APP-TA BP-AA or or APP- -52.5
vfeldls 6 opc Rheology Modifying Admixture 11, H-Shield or H-Shield CG Fiber Roof Board APP-TA TA
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

X i Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete Attach presen MDP
No. (Note 1) (Note 14) ac 3¢ (psf)
Type (Notes 6,7,8) Type (Notes 6,7,8) Base Ply Ply Cap Ply
Min. 22 ga., T BV,
Grl:de 33ga;tlee\|/p§ft ! Min. 300 psi Celcore MF Cellular | One or more layer(s), min. Min. 0.25-inch . . (Optional) SBS-AA
LWC-9 span, 5/8” udldle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | OB500 SECUROCK Gypsum- OB500 APP-TA BP-AA or or APP- -52.5
vfeldls 6 opc Rheology Modifying Admixture 11, H-Shield or H-Shield CG Fiber Roof Board APP-TA TA
Min. 22 ga., T BV,
Grl:de 33ga;tlee\|/p2ft ! Min. 300 psi Celcore MF Cellular | One or more layer(s), min. Min. 0.25-inch BP-AA or (Optional) SBS-AA
LWC-10 span, 5/8” ud,dle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | Polyset BM SECUROCK Gypsum- Polyset BM APP-TA BP-AA or or APP- -52.5
V\’/)eld’s 6" opc Rheology Modifying Admixture 111, H-Shield or H-Shield CG Fiber Roof Board APP-TA TA
gﬂrl:&:ggi't’egpgfstv’ Min. 300 psi Celcore MF Cellular | One or more layer(s), min. Min. 0.25-inch BP-AA or (Optional) SBS-AA
Lwc-11 span, 5/8” ud'dle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | Polyset CRA SECUROCK Gypsum- Polyset CRA APP-TA BP-AA or or APP- -52.5
V\’/)eld’s 6" opc Rheology Modifying Admixture 11, H-Shield or H-Shield CG Fiber Roof Board APP-TA TA

TABLE 4B: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

. X Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete p—_. p—. MDP
No. (Note 1) (Note 14) Type ac Type ac Primer Base Ply Ply Cap Ply sf
(Notes 6,7,8) (Notes 6,7,8)
CEeLCORE (NOA 24-0906.02):
SELF-ADHERING SYSTEMS:
Min. 300 psi, min. 2-inch Celcore MF Cellular One or more la . .
’ e yer(s), min. ) . Tropical )
LWC-12 Structural Conc‘rete with Celcorg HS Rheology Modlfylng 1.5-inch ACFoam Il, ACFoam M-OSFA Min. 0.25-inch M-OSFA 4410 SBS-SA (Optional) SBS-SA -90.0
concrete Admixture; treated with Celcore PVA Curing ) X DensDeck X SBS-SA
Compound 1lI, H-Shield or H-Shield CG Quick Dry
Min. 300 psi, min. 2-inch Celcore MF Cellular One or more Iayer(s) min. Min. 0.25-inch
Lwc-13 | Structural | Concrete with Celcore Hs Rheology Modifying | 1 ¢ i1 o ACFoam I, ACFoam | M-OSFA SECUROCK Gypsum- | M-OSFA None SBS-SA (Optional) | ¢gs sp | -90.0
concrete Admixture; treated with Celcore PVA Curing ) i i SBS-SA
Compound Ill, H-Shield or H-Shield CG Fiber Roof Board
Min. 300 psi, min. 2-inch Celcore MF Cellular
Structural Concrete with Celcore HS Rheology Modifying One or more layer(s), min. Min. 0.25-inch (Optional)
LwWcC-14 concrete Admixture; treated with Celcore PVA Curing 1.5-inch ACFoam I, ACFoam M-OSFA SECUROCK Gypsum- M-OSFA None SBS-SA SBS-SA SBS-SA -172.5
Compound and surfaced with Celcore Sanded I1l, H-Shield or H-Shield CG Fiber Roof Board
Bonding Surface (SBS)
Min. 300 psi, min. 2-inch Celcore MF Cellular
Concrete with Celcore HS Rheology Modifying One or more layer(s), min. . r Tropical .
LWC-15 Str”‘:t”tra' Admixture; treated with Celcore PVA Curing 1.5-inch ACFoam II, ACFoam | M-OSFA 'I\J"'"' g.zsk inch M-OSFA #410 SBS-SA (sggt';\na') SBS-SA | -192.5
concrete Compound and surfaced with Celcore Sanded 111, H-Shield or H-Shield CG ensbec Quick Dry B
Bonding Surface (SBS)
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TABLE 48: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

X i Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete e v MDP
No. (Note 1) (Note 14) Type ac Type ac Primer Base PI Pl Cap Pl (psf)
yp (Notes 6,7,8) yp (Notes 6,7,8) ! v Y PRl
Min. 300 psi, min. 2-inch Celcore MF Cellular
Structural Concrete with Celcore HS Rheology Modifying One or more layer(s), min. Min. 0.25-inch Tropical (Optional)
LWC-16 concrete Admixture; treated with Celcore PVA Curing 1.5-inch ACFoam I, ACFoam M-OSFA SECUROCK Gypsum- M-OSFA #410 SBS-SA SBg SA SBS-SA -217.5
Compound and surfaced with Celcore Sanded 111, H-Shield or H-Shield CG Fiber Roof Board Quick Dry
Bonding Surface (SBS)
Min. 300 psi, min. 2-inch Celcore MF Cellular One or more layer(s), min Min. 0.25-inch
I . p e /] . . . .
Lwc-17 | Structural | Concrete with Celcore HS Rheology Modifying | 4 ¢ i 1 AcFoam I, ACFoam | M-PG1 SECUROCK Gypsum- | M-PG1 None SBS-SA (Optional) | qoc o | 1725
concrete Admixture; treated with Celcore PVA Curing i i i SBS-SA
Com d 11, H-Shield or H-Shield CG Fiber Roof Board
poun
Min. 300 psi, min. 2-inch Celcore MF Cellular
Structural | Concrete with Celcore HS Rheology Modifying One or more layer(s), min. Min. 0.25-inch (Optional)
LWC-18 concrete Admixture; treated with Celcore PVA Curing 1.5-inch ACFoam I, ACFoam M-PG1 SECUROCK Gypsum- M-PG1 None SBS-SA SBZ SA SBS-SA -172.5
Compound and surfaced with Celcore Sanded I1l, H-Shield or H-Shield CG Fiber Roof Board
Bonding Surface (SBS)
Min. 300 psi, min. 2-inch Celcore MF Cellular One or more la . .
A e yer(s), min. . . Tropical .
LWC-19 Structural Conc‘rete with Celcorg HS Rheology Modlfylng 1.5-inch ACFoam I, ACFoam M-PG1 Min. 0.25-inch M-PG1 #410 SBS-SA (Optional) SBS-SA 1925
concrete Admixture; treated with Celcore PVA Curing ) % DensDeck X SBS-SA
Compound 111, H-Shield or H-Shield CG Quick Dry
Min. 300 psi, min. 2-inch Celcore MF Cellular
Concrete with Celcore HS Rheology Modifying One or more layer(s), min. . . Tropical .
| . 0.25-inch |
LWC-20 S"“““tra Admixture; treated with Celcore PVA Curing 1.5-inch ACFoam II, ACFoam | M-PG1 gm g Sk'”c M-PG1 #410 SBS-SA (s(;gtlsoAna )| sssa | -1925
concrete Compound and surfaced with Celcore Sanded 111, H-Shield or H-Shield CG ensbec Quick Dry B
Bonding Surface (SBS)
structural 2/"”' 30to pSAit'hmcinl' Z'incﬁsc:;coze MFMceclil};lér One or more layer(s), min. Min. 0.25-inch Tropical (Optional)
LWC-21 oncrete with Lelcore colosy MOGIVING 1 4 5.inch ACFoam Il, ACFoam | M-PG1 SECUROCK Gypsum- | M-PG1 #410 SBS-SA P SBS-SA | -240.0
concrete Admixture; treated with Celcore PVA Curing ) X i X SBS-SA
Compound 11, H-Shield or H-Shield CG Fiber Roof Board Quick Dry
Min. 300 psi, min. 2-inch Celcore MF Cellular
Structural Concrete with Celcore HS Rheology Modifying One or more layer(s), min. Min. 0.25-inch Tropical (Optional)
LWC-22 concrete Admixture; treated with Celcore PVA Curing 1.5-inch ACFoam Il, ACFoam M-PG1 SECUROCK Gypsum- M-PG1 #410 SBS-SA SBE A SBS-SA -232.5
Compound and surfaced with Celcore Sanded 111, H-Shield or H-Shield CG Fiber Roof Board Quick Dry
Bonding Surface (SBS)
Structural | Min. 300 psi Cel MEF Cellular C te with One or more layer(s), min. Min. 0.25-inch (Optional)
LWC-23 - S0 pst Lelcore g U - 1.5-inch ACFoam II, ACFoam | OB500 SECUROCK Gypsum- | OB500 None SBS-SA P SBS-SA | -172.5
concrete Celcore HS Rheology Modifying Admixture ) X X SBS-SA
1, H-Shield or H-Shield CG Fiber Roof Board
in. 1-i E - . .
Structural Min. 200 psi, min. 2-inch Cel Cellul mliZI;;:?—SP:\::IEYC% l:r min Min. 0.25-inch (Optional)
LWC-24 M TN T T _ k " | Polyset CRA | SECUROCK Gypsum- | Polyset CRA | None SBS-SA P SBS-SA | -172.5
concrete Concrete 1.5-inch Multi-Max FA3 or . SBS-SA
Fiber Roof Board
Ultra-Max
Structural | Min. 300 psi Celcore MF Cellular Concrete with | ©nc. " MOre layer(s), min. Min. 0.25-inch (Optional)
LWC-25 - 20 pst Letcore WIF g ar ZoncTste wl 1.5-inch ACFoam Il, ACFoam | Polyset CRA | SECUROCK Gypsum- | Polyset CRA | None SBS-SA P SBS-SA | -172.5
concrete Celcore HS Rheology Modifying Admixture ) X i SBS-SA
111, H-Shield or H-Shield CG Fiber Roof Board
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TABLE 48: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

X i Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete e v MDP
No. (Note 1) (Note 14) Type ac Type ac Primer | Base Pl PI capPly | (psf)
yp (Notes 6,7,8) yp (Notes 6,7,8) ! v Y PRl
Min. 1-inch ENRGY 3, H- TRbical
Structural Min. 200 psi, min. 2-inch Celcore Cellular Shield or H-Shield CG or min. Min. 0.25-inch (Optional)
- g #410 - - -180.
LWC-26 concrete Concrete 1.5-inch Multi-Max FA3 or Polyset CRA DensDeck Polyset CRA . WES-SA SBS-SA SBS-SA 180.0
Quick Dry
Ultra-Max
HYBRID SYSTEMS:
) o (Optional) Min. 0.25-
structural gllm. 30to ps'lt,hmclnl- 2»IﬂC|_TSC;r|]COFIe Miﬂceé',‘;'?r One or more layer(s), min. inch DensDeck Prime (Optional) SBS-AA
LWC-27 oncrete with Lelcore 1> Rneology MIOdIVINg | 1 5-inch ACFoam Il or H- M-OSFA or SECUROCK M-OSFA None SBS-SA-H P or APP- | -90.0
concrete Admixture; treated with Celcore PVA Curing i 4 APP-TA
Compound Shield Gypsum-Fiber Roof TA
Board
Min. 300 psi, min. 2-inch Celcore MF Cellular (Optional) Min. 0.25-
Structural Concrete with Celcore HS Rheology Modifying One or more layer(s), min. inch DensDeck Prime (Optional) SBS-AA
LWC-28 Admixture; treated with Celcore PVA Curing 1.5-inch ACFoam Il or H- M-OSFA or SECUROCK M-OSFA None SBS-SA-H APP-TA or APP- -217.5
concrete Compound and surfaced with Celcore Sanded Shield Gypsum-Fiber Roof ° TA
Bonding Surface (SBS) Board
Min. 300 psi, min. 2-inch Celcore MF Cellular (Optional) Min. 0.25-
Structural Concrete with Celcore HS Rheology Modifying One or more layer(s), min. inch DensDeck Prime (Optional) SBS-AA
LWC-29 Admixture; treated with Celcore PVA Curing 1.5-inch ACFoam Il or H- M-PG1 or SECUROCK M-PG1 None SBS-SA-H A A or APP- -232.5
concrete Compound and surfaced with Celcore Sanded Shield Gypsum-Fiber Roof PP-T. TA
Bonding Surface (SBS) Board
' o _ (Optional) Min. 0.25-
PR 2"'”' 30to pSA't'hmc'"l' 2"”1:‘::*0:‘* MF’\/lceclil;f'?r One or more layer(s), min. inch DensDeck Prime (Optional) SBS-AA
LWC-30 oncrete with Lelcore 1> Rneology VIOAIVINg 11 5-inch ACFoam Il or H- M-PG1 or SECUROCK M-PG1 None SBS-SA-H P or APP- | -240.0
concrete Admixture; treated with Celcore PVA Curing < ! APP-TA
Compound Shield Gypsum-Fiber Roof TA
Board
i 1) Min. 0.25-
Structural Min. 300 psi Cel MF Cellular C te with One or more layer(s), min. fr?cpht?:gU)Ro?Ko ’ (Optional) SBS-AA
LWe-31 - 30 pst Lelcore Wik Lefular G crete Wi 1.5-inch ACFoam Il, ACFoam | OB500 : 0B500 None SBS-SA-H P or APP- | -215.0
concrete Celcore HS Rheology Modifying Admixture . Y Gypsum-Fiber Roof APP-TA
111, H-Shield or H-Shield CG TA
Board
Structural Min. 300 psi Cel MF Cellular C te with One or more layer(s), min. Polyset BM §nOcF:I:En(?lIJ)RMOI<r2]I.<O.25- Polyset BM (Optional) SBS-AA
LWC-32 | e | Celtore Ho Rheology Modifying Admixture | 1-5-inch ACFoam Il ACFoam | or Polyset | (/" =50 | or Polyset | None SBS-SA-H AP';_T A or APP- | -215.0
I1l, H-Shield or H-Shield CG CRA vp CRA A
Board
CONVENTIONAL SYSTEMS:
i i min. 2-i Min. 0.25-inch
Structural gllm. 30tO ps'lt'hm(.lnl. ; mc'_:\SC:rI]corle MF,\ACe‘;I};Ie'lr One or more layer(s), min. DeI:sDeck II:r(i:me or BP-AA or (Optional) SBS-AA
LWC-33 oncrete with Lelcore c0l08y MOGIVING =1 4 5 inch ACFoam Il, ACFoam | M-OSFA M-OSFA None BP-AA or or APP- | -90.0
concrete Admixture; treated with Celcore PVA Curing Il H-Shield or H-Shield CG SECUROCK Gypsum- APP-TA APP-TA A
Compound » Fohieldor F-ohie Fiber Roof Board )
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NEmoO | etc.e

TABLE 48: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

X i Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete e v MDP
No. Note 1 Note 14 T ac T ac Pri Base PI Pl Cap Pl sf
(Note 1) (Note 14) ype Notes 6.7.8 ype Notes 6.7.8 rimer ase Ply y ap Ply | (psf)
Min. 300 psi, min. 2-inch Celcore MF Cellular Min. 0.25-inch
Structural | Concrete with Celcore HS Rheology Modifying One or more layer(s), min. DensDeck Prime or BP-AA or (Optional) SBS-AA
LWC-34 t Admixture; treated with Celcore PVA Curing 1.5-inch ACFoam Il, ACFoam M-OSFA SECUROCK G M-OSFA None APP-TA BP-AA or or APP- -217.5
concrete Compound and surfaced with Celcore Sanded 111, H-Shield or H-Shield CG . ypsum- : APP-TA TA
Bonding Surface (SBS) Fiber Roof Board
Min. 300 psi, min. 2-inch Celcore MF Cellular One or more layer(s), min. Min. 0.25-inch (Optional) SBS-AA
LWC-35 Structural Conc‘rete with Celcorg HS Rheology Modlfylng 1.5-inch ACFoam I, ACFoam M-PG1 DensDeck Prime or M-PG1 None BP-AA or BP-AA or or APP- | -240.0
concrete Admixture; treated with Celcore PVA Curing Il Hoshield H-Shield CG SECUROCK Gypsum- APP-TA APP-TA TA
Compound » A-Shield or H-shie Fiber Roof Board i
Min. 300 psi, min. 2-inch Celcore MF Cellular Min. 0.25-inch
Concrete with Celcore HS Rheology Modifying One or more layer(s), min. . (Optional) SBS-AA
| DensDeck P -
w36 | Struetural | imixture; treated with Celcore PVA Curing 1.5-inch ACFoam I, ACFoam | M-PG1 SSQSRZCCK gme °" | M-PG1 None iiﬁA"r BP-AAor | orAPP- | -232.5
concrete Compound and surfaced with Celcore Sanded I1l, H-Shield or H-Shield CG ; ypsum- : APP-TA TA
Bonding Surface (SBS) Fiber Roof Board
Structural Min. 300 osi Cel MF Cellular C e with One or more layer(s), min. Min. 0.25-inch BP-AA or (Optional) SBS-AA
LWC37 | e | Celeore Ho Rheology Modifying Admitare | 1-5-inch ACFoam II, ACFoam | OBS00 SECUROCK Gypsum- | OB500 None AppA. | BP-AAOr | OrAPP- | 2150
111, H-Shield or H-Shield CG Fiber Roof Board APP-TA TA
Structural Min. 300 psi Cel ME Cellular C te with One or more layer(s), min. Min. 0.25-inch BP-AA or (Optional) SBS-AA
LWC-38 N SPY pst .efcore VP feflular oncrete wi 1.5-inch ACFoam Il, ACFoam | PolysetBM | SECUROCK Gypsum- | Polyset BM | None BP-AA or or APP- | -215.0
concrete Celcore HS Rheology Modifying Admixture ) X : APP-TA
1lI, H-Shield or H-Shield CG Fiber Roof Board APP-TA TA
Structural | Min. 200 psi, min. 2-inch Celcore Cellul Z:ir;];::ﬂ]-smzﬁvcz :‘r min Min. 0.5-inch (Optional) | SBS-AA
LWC-39 - £99pst, min. £-inch Lelcore Letluar : ! " | Polyset CRA | Structodek High Polyset CRA | None BP-AA BP-AA or or APP- | -180.0
concrete Concrete 1.5-inch Multi-Max FA3 or .
Density Fiberboard APP-TA TA
Ultra-Max
Min. 0.25-inch
Min. 1-inch ENRGY 3, H-
Structural Min. 200 psi, min. 2-inch Cel Cellul Shlir;Id (I):(I:-I-Shielc::l CZI or min SECUROCK Gypsum- BP-AA or (Optional) SBS-AA
LWC-40 - 2 el i e e . ! " | Polyset CRA | Fiber Roof Board or | Polyset CRA | None BP-AA or or APP- | -180.0
concrete Concrete 1.5-inch Multi-Max FA3 or APP-TA
Ultra-Max DensDeck or APP-TA TA
DensDeck Prime
Structural Min. 300 psi Cel Wl te with One or more layer(s), min. Min. 0.25-inch BP-AA or (Optional) SBS-AA
LWC-41 . S0L ps’ .€lcore Tiggee TR e te Wi 1.5-inch ACFoam Il, ACFoam | Polyset CRA | SECUROCK Gypsum- | Polyset CRA | None BP-AA or or APP- | -215.0
concrete Celcore HS Rheology Modifying Admixture ) X . APP-TA
111, H-Shield or H-Shield CG Fiber Roof Board APP-TA TA
ELAsTIZELL (NOA 23-0817.05):
SELF-ADHERING SYSTEMS:
Structural Min. 1.5-inch ACFoam Il or Min. 0.25-inch Tropical (Optional)
LWC-42 Min. 200 psi, min. 2-inch Elastizell o 0OB500 " 0OB500 #410 SBS-SA P SBS-SA -150.0
concrete ENRGY 3 DensDeck Quick Dry SBS-SA
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TABLE 48: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

X i Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete e v MDP
No. Note 1 Note 14 ac 3¢ i sf
(Note 1) (Note 14) Type Notes 6.7.8 Type Notes 6.7.8 Primer Base Ply Ply CapPly | (psf)
. . Min. 0.25-inch .
Lwe-az | Structural 4 200 psi, min. 2-inch Elastizell Min. 1.5-inch ACFoam I, 0B500 SECUROCK Gypsum- | OB500 None SBS-SA (Optional) | goc on | 1725
concrete ENRGY 3 or H-Shield . SBS-SA
Fiber Roof Board
Structural mlir;.ldl_t;:?SEI:\li:EYCZ :r_ min MingQ.25-Tney (Optional)
LwWcC-44 Min. 200 psi, min. 2-inch Elastizell . . ’ Polyset CRA | SECUROCK Gypsum- Polyset CRA | None SBS-SA v SBS-SA -172.5
concrete 1.5-inch Multi-Max FA3 or . SBS-SA
Fiber Roof Board
Ultra-Max
Min. 1-inch ENRGY 3, H- Tropical
Structural . Lo . . Shield or H-Shield CG or min. Min. 0.25-inch (Optional)
LWC-45 concrete Min. 200 psi, min. 2-inch Elastizell 1.5-inch Multi-Max FA3 or Polyset CRA DensDeck Polyset CRA #(;tln(:)k 0 SBS-SA SBS-SA SBS-SA -180.0
Ultra-Max v
CONVENTIONAL SYSTEMS:
Min. 0.25-inch (Optional) SBS-AA
Lwe-ag | Ul i 900 psi, min. 2-inch Elastizell Min. 1.5-inch ACFoam Il 0B500 DensDeck or 0B500 None BP-AAOr | gp Ador or APP- | -150.0
concrete . APP-TA
DensDeck Prime APP-TA TA
. ) Min. 0.25-inch (Optional) SBS-AA
| Min. 2-inch ACF 1 BP-AA
LWC-47 i::cc::t': Min. 200 psi, min. 2-inch Elastizell E,\;: GY';; HCS:IBET; ’ 0B500 SECUROCK Gypsum- | OB500 None g A°r BP-AA or or APP- | -225.0
Fiber Roof Board APP-TA TA
Structural Zwlizllcllgcﬁ]—:f:\li:chz :r min Min. 0.5-inch (Optional) SBS-AA
LWC-48 Min. 200 psi, min. 2-inch Elastizell ) . ’ Polyset CRA | Structodek High Polyset CRA | None BP-AA BP-AA or or APP- | -180.0
concrete 1.5-inch Multi-Max FA3 or .
Density Fiberboard APP-TA TA
Ultra-Max
Min. 0.25-inch
Min. 1-inch ENRGY 3, H-
Structural Shlir;Id (;:(I:-I—Shielc; CZI or min SECUROCK Gypsum- BP-AA or (Optional) SBS-AA
LWC-49 Min. 200 psi, min. 2-inch Elastizell ; . ' Polyset CRA | Fiber Roof Board or Polyset CRA | None BP-AA or or APP- | -180.0
concrete 1.5-inch Multi-Max FA3 or APP-TA
DensDeck or APP-TA TA
Ultra-Max -
DensDeck Prime
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Anchor Sheet Insulation Roof Cover (Note 15)
System Deck Deck Surface S Base MDP
asten
No. Note 1 Treatmen T Treatmen T Attach B T Attach Pl Cap PI sf
(Note 1) ' ype ' ype R ac ase op ac Ply y ap Ply | (psf)
CELCORE (NOA 24-0906.02):
SELF-ADHERING SYSTEMS:
Min. 22 ga., . A .
type BV, Mm' 470 psi, min. 2 Trufast / !nch oc at‘the (Optional) Min. 0.25-inch
inch Celcore MF TRI-BUILT min. 4-inch side R
Grade 40 Celcore 5-1 Cellular Concrete Celcore Fiberglass FM-50 laps and 7-inch o.c Min. 1.5" DRisDec Aipe or SECURQEK hot (Optional)
LWC-50 | steel, 6 ft Deck ; PVA Curing 8 Base P < = Gypsum-Fiber Roof Board. Top SBASA | P SBS-SA -60.0
" . with Celcore HS Base Sheet at two (2), equally ACFoam Il . X asphalt SBS-SA
span, 5/8 Preparation Rheology Modifyin Compound 35Q Sheet spaced, staggered surface shall be primed with
puddle R &Y ving Fastener P » stagg Tropical #410 Quick Dry.
” Admixture center rows
welds, 6” o.c.
HYBRID SYSTEMS:
Min. 22 ga., Min. 470 psi, min. 2- 7-inch o.c. at the (Optional) Min. O.lZS;lnch
type BV, X Trufast X X R STURDY-DEK Asphaltic Cover
inch Celcore MF TRI-BUILT min. 4-inch side R .
Grade 40 Celcore S-1 Cellular Concrete Celcore Fiberalass FM-90 lans and 7-inch o.c Min. 1.5" Board or min. 0.25-inch DensDeck hot Bs- (Optional) SBS-AA
LWC-51 | steel, 6 ft Deck X PVA Curing g Base ? © - Prime or SECUROCK Gypsum- P or APP- -60.0
" . with Celcore HS Base Sheet at two (2), equally ACFoam Il . asphalt SA-H APP-TA
span, 5/8 Preparation e Compound Sheet Fiber Roof Board. Top surface TA
Rheology Modifying 3sQ spaced, staggered . . .
puddle Admixture Fastener centI s may be optionally primed with
welds, 6” o.c. Y Tropical #410 Quick Dry.
CONVENTIONAL SYSTEMS:
Min. 22 #a Min. 0.125-inch STURDY-DEK
¢ e. ng v Min. 470 psi, min. 2- Trufast 7-inch o.c. at the Asphaltic Cover Board, min. 0.25-
it ! inch Celcore MF TRI-BUILT min. 4-inch side inch DensDeck Prime or
Grade 40 Celcore S-1 Celcore X FM-90 . . N . . SBS-AA
Cellular Concrete . Fiberglass laps and 7-inch o.c. Min. 1.5 SECUROCK Gypsum-Fiber Roof hot (Optional)
LWC-52 | steel, 6 ft Deck R PVA Curing Base R . BP-AA or APP- -60.0
" . with Celcore HS Base Sheet at two (2), equally ACFoam Il Board, min. 0.5-inch Structodek asphalt APP-TA
span, 5/8 Preparation e Compound Sheet X I TA
Rheology Modifying 3sQ spaced, staggered High Density Fiberboard Roof
puddle L Fastener . K .
” Admixture center rows Insulation or min. 0.75-inch Fesco
welds, 6” o.c.
Board (homogeneous)
Min. 22 ga., Min. 470 psi, min. 2- 7-inch o.c. at the Min. 0'1425_|nCh STURDY‘DE.K
type BV, . Trufast . . . Asphaltic Cover Board or min.
inch Celcore MF TRI-BUILT min. 4-inch side . .
Grade 40 Celcore 5-1 Cellular Concrete Celore Fiberglass FM-90 laps and 7-inch o.c Min. 1.5" 0.25-inch DensDeck Prime or hot APP- (Optional)
LWC-53 | steel, 6 ft Deck R PVA Curing g Base P . o SECUROCK Gypsum-Fiber Roof P APP-TA -60.0
. . with Celcore HS Base Sheet at two (2), equally ACFoam Il asphalt TA APP-TA
span, 5/8 Preparation e Compound Sheet Board. Top surface may be
Rheology Modifying 3sQ spaced, staggered . R . .
puddle Admixture Fastener center rows optionally primed with Tropical
welds, 6” o.c. #410 Quick Dry.
ELAsTIZELL (NOA 23-0817.05):
SELF-ADHERING SYSTEMS:
Min. 22 ga., .
type BV, TRI-BUILT Trufast ;;:CZ-?r;zhasti;Ze (Optional) Min. 0.25-inch
Grade 40 Min. 490 psi, min. 2- Fiberalass FM-90 a s.and Z-inch o.c Min. 1.5" DensDeck Prime or SECUROCK hot (Optional)
LWC-54 | steel, 6 ft None inch Elastizell with None g Base P . o Gypsum-Fiber Roof Board. Top SBA-SA " SBS-SA -67.5
" X Base Sheet at two (2), equally ACFoam Il . X asphalt SBS-SA
span, 5/8 Zell-Crete Fibers 35q Sheet spaced. staggered surface shall be primed with
puddle Fastener P » Stagg Tropical #410 Quick Dry.
” center rows
welds, 6” o.c.
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Anchor Sheet Insulation Roof Cover (Note 15)
System Deck Deck Surface - Base MDP
asten
No. Note 1 Treatmen T Treatmen T Attach B T Attach Pl Pl sf
(Note 1) ' ype ' ype R ttac ase op ttac Ply y CapPly | (psf)
HYBRID SYSTEMS:
Min. 22 ga., . (Optional) Min. 0.125-inch
type BV, TRI-BUILT Trufast Zn;:ci?r;;a;;ze STURDY-DEK Asphaltic Cover
Grade 40 Min. 490 psi, min. 2- Fiberalass FM-90 a sland 7-inch o.c Min. 1.5" Board or min. 0.25-inch DensDeck hot SBs- (Optional) SBS-AA
LWC-55 | steel, 6 ft None inch Elastizell with None g Base P . - Prime or SECUROCK Gypsum- P or APP- -67.5
" X Base Sheet at two (2), equally ACFoam Il . asphalt SA-H APP-TA
span, 5/8 Zell-Crete Fibers Sheet Fiber Roof Board. Top surface TA
3s5Q spaced, staggered X R .
puddle Fastener center rows may be optionally primed with
welds, 6” o.c. Tropical #410 Quick Dry.
CONVENTIONAL SYSTEMS:
Min. 22 ga Min. 0.125-inch STURDY-DEK
typé BV ga Trufast 7-inch o.c. at the Asphaltic Cover Board, min. 0.25-
Grade 40 Min. 490 psi, min. 2- T.RI—BUILT FM-90 min. 4-|nch.5|de A ) inch DensDeck Prime f)r A SBS-AA
. . X Fiberglass laps and 7-inch o.c. Min. 1.5 SECUROCK Gypsum-Fiber Roof hot (Optional)
LWC-56 | steel, 6 ft None inch Elastizell with None Base R . BP-AA or APP- -67.5
” X Base Sheet at two (2), equally ACFoam Il Board, min. 0.5-inch Structodek asphalt APP-TA
span, 5/8 Zell-Crete Fibers Sheet N I TA
35Q spaced, staggered High Density Fiberboard Roof
puddle Fastener . K R
” center rows Insulation or min. 0.75-inch Fesco
welds, 6” o.c.
Board (homogeneous)
Min. 22 ga., ) Min. 0.125-inch STURDY-DEK
7-inch o.c. at the . R
type BV, Trufast X S K Asphaltic Cover Board or min.
’ - TRI-BUILT min. 4-inch side . .
Grade 40 Min. 490 psi, min. 2- Fiberalass FM-90 1aps and T-inch o.c Min. 1.5 0.25-inch DensDeck Prime or hot APP- (Optional)
LWC-57 | steel, 6 ft None inch Elastizell with None E Base P " - SECUROCK Gypsum-Fiber Roof P APP-TA -67.5
” X Base Sheet at two (2), equally ACFoam Il asphalt TA APP-TA
span, 5/8 Zell-Crete Fibers Sheet Board. Top surface may be
35Q spaced, staggered . R . .
puddle Fastener - ol optionally primed with Tropical
welds, 6” o.c. ¢ W #410 Quick Dry.
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NEmoO | etc.e
TABLE 4p: LIGHTWEIGHT CONCRETE DECKS OVER STEEL orR STRUCTURAL CONCRETE DECK — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE E-2: MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

S Deck Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15) -
ystem ec
Deck Surface
No. Note 1 sf
(Note 1) S LWC S Type Fasten (Note 11) Attach Base Ply Cap Ply (psf)
PRE-EXISTENT CELLULAR LIGHTWEIGHT CONCRETE:
SELF-ADHERING SYSTEMS:
Min. 22 ga., Type BV, :\r:l:}: 32?5'5}:;: -z TRI-BUILT SA Trufast TRGQRC-Nail ;::EE gﬁ ?nt ::/i rle)n eer;clr |sa paizg
Grade 33 steel, 5 ft span None P R . None R Assembled Fastener " »€q y P ! SBS-SA SBS-SA -60.0
LWC-58 cellular lightweight Nailbase i b, staggered center rows, Tropical #410
or structural concrete ) . (min. 1.8”) )
insulating concrete. Quick Dry at stress plates
Note: | To qualify the LWIC under this assembly, a 1.8-inch Trufast Twin Loc-Nail Assembled Fastener shall achieve an average withdrawal of 73 Ibf when tested per Note 11
Min. 22 ga., Type BV, :\:gr: SrfJeoe’j(s;Is,t?r:: -~ TRIBUILTSA | ufast Twin Loc-Nai 3:2§: oo ::vi r(nzl)n eztljr;clr Isa paiZj
Grade 33 steel, 5 ft span | None pre- ) None ) Assembled Fastener " » equally sp ! SBS-SA SBS-SA -60.0
LWC-59 cellular lightweight Nailbase . ” staggered center rows, Tropical #410
or structural concrete ) . (min. 1.8”) .
insulating concrete. Quick Dry at stress plates
Note: | To qualify the LWIC under this assembly, a 1.8-inch Trufast Twin Loc-Nail Assembled Fastener shall achieve an average withdrawal of 93 Ibf when tested per Note 11
HYBRID SYSTEMS:
Min. i, min. 2-
Min. 22 ga., Type BV, iné’; 32?;:;2’”': TRI-BUILT Trufast Twin Loc-Nail | 9-inch o.c. at the 4-inch lap and 9-inch SBS-AA
Grade 33 steel, 5 ft span None ceIIuIZr lishtweight None Fiberglass Base Assembled Fastener o.c. in two (2), equally spaced, SBS-SA-H or APP- -60.0
LWC-60 or structural concrete ) . e & Sheet 35Q (min. 1.8”) staggered center rows TA
insulating concrete.
Note: | To qualify the LWIC under this assembly, a 1.8-inch Trufast Twin Loc-Nail Assembled Fastener shall achieve an average withdrawal of 88 Ibf when tested per Note 11
CONVENTIONAL SYSTEMS:
Min. 22 ga., Type BV, :\::; 325;2::' z TRI-BUILT Trufast Twin Loc-Nail | 9-inch o.c. at the 4-inch lap and 9-inch | (Optional) | SBS-AA
Grade 33 steel, 5 ft span None ceIIuIF;r lishtweight None Fiberglass Base Assembled Fastener o.c. in two (2), equally spaced, BP-AA or or APP- -60.0
Lwc-61 or structural concrete ) . 5 & Sheet 35Q (min. 1.8”) staggered center rows APP-TA TA
insulating concrete.
Note: | To qualify the LWIC under this assembly, a 1.8-inch Trufast Twin Loc-Nail Assembled Fastener shall achieve an average withdrawal of 88 Ibf when tested per Note 11
Min. 22 ga., Type BV, :\r/]'é';] 3:;0;(?5}2::- X TRI-BUILT Trufast Twin Loc-Nail | 7-inch o.c. at the 4-inch lap and 7-inch SBS-AA
Grade 33 steel, 5 ft span None ceIIuIF;r lightweight None Fiberglass Base Assembled Fastener o.c. in two (2), equally spaced, BP-AA or APP- -67.5
LWC-62 or structural concrete . . g & Sheet 35Q (min. 1.8”) staggered center rows TA
insulating concrete.
Note: | To qualify the LWIC under this assembly, a 1.8-inch Trufast Twin Loc-Nail Assembled Fastener shall achieve an average withdrawal of 77 Ibf when tested per Note 11
CELCORE (NOA 24-0906.02):
SELF-ADHERING SYSTEMS:
. Min. 470 psi, min. 2-
Min. 22 ga., type BV, . ! . : . .
Celcore S-1 inch Celcore MF Cellular | Celcore 7-inch o.c. at the min. 4-inch side laps
LWC-63 Gra’(’je 40steel, 6 ft sean, Deck Concrete with Celcore PVA Curing TRI__BU|LT SA Trufast FM-90 Base and 7-inch o.c. at two (2), equally SBS-SA SBS-SA -45.0
5/8” puddle welds, 6 . . Nailbase Sheet Fastener
oc Preparation | HS Rheology Modifying Compound spaced, staggered center rows
o Admixture
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TABLE 4p: LIGHTWEIGHT CONCRETE DECKS OVER STEEL or STRUCTURAL CONCRETE DECK — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck Deck surf MDP
ec urface
No. Note 1 sf
(Note 1) S LWC S Type Fasten (Note 11) Attach Base Ply Cap Ply (psf)
HYBRID SYSTEMS:
. Min. 470 psi, min. 2-
erl:(.jjigi.t’ezpz ?tvs’ an Celcore S-1 inch Celcore MF Cellular | Celcore TRI-BUILT Trufast FM-90 Base 7-inch o.c. at the min. 4-inch side laps SBS-AA
LWC-64 5/8” puddle w;elds GE') " | Deck Concrete with Celcore PVA Curing | Fiberglass Base Sheet Fastener and 7-inch o.c. at two (2), equally SBS-SA-H or APP- -45.0
oc P ! Preparation | HS Rheology Modifying Compound Sheet 35Q spaced, staggered center rows TA
- Admixture
CONVENTIONAL SYSTEMS:
. Min. 470 psi, min. 2-
Min. 22 ga., type BV, ) ! . . . . .
GrI:de 4giteglpz £t <pan Celcore S-1 inch Celcore MF Cellular | Celcore TRI-BUILT Trufast EM-90 Base 7-inch o.c. at the min. 4-inch side laps | (Optional) | SBS-AA
LWC-65 5/8” puddle w:elds 65 " | Deck Concrete with Celcore PVA Curing | Fiberglass Base Sheet Fastener and 7-inch o.c. at two (2), equally BP-AA or or APP- -45.0
oc P ! Preparation | HS Rheology Modifying Compound Sheet 35Q spaced, staggered center rows APP-TA TA
- Admixture
Min. 22 ga., T BV
In. 2= ga., Type BV, Min. 300 psi, min 2-inch | Celcore TRI-BUILT 7-inch o.c. at the 3-inch lap and 7-inch SBS-AA
Grade 33 steel, 5 ft span, ) . Trufast FM-90 Base .
LWC-66 " None Celcore Cellular PVA Curing | Fiberglass Base o.c. in two (2), equally spaced, BP-AA or APP- -75.0
#12 HWH Teks 5, 6” o.c. Sheet Fastener
Concrete. Compound Sheet 35Q staggered center rows TA
or structural concrete
CONCRECEL (NOA 21-1229.06):
CONVENTIONAL SYSTEMS:
Min. 22 ga., Type BV,
Grade 80 steel, 5 ft span; | Concrecel Min. 300 psi, min 2%- Concrecel TRI-BUILT 7-inch o.c. at the 3-inch lap and 7-inch . SBS-AA
” . . . . X OMG CR Base Ply . (Optional)
LWC-67 | 5/8” puddle welds with Bonding inch Concrecel Curing Fiberglass Base o.c. in two (2), equally spaced, or APP- -52.5
\ Fastener (1.7) BP-AA
weld- washers, 6” o.c. or | Agent Concrete. Compound Sheet 35Q staggered center rows TA
structural concrete
ELASTIZELL (NOA 23-0817.05):
SELF-ADHERING SYSTEMS:
Min. 22 ga., type BV, . \ . . . . .
Min. 490 psi, min. 2- 7-inch o.c. at the min. 4-inch side laps
4 |, 6f - -
LWC-68 Gra’(’:ie Osteel, 6 ft sy’:')an, None inch Elastizell with Zell- None TRI. BUILT SA Trufast FM-90 Base and 7-inch o.c. at two (2), equally SBS-SA SBS-SA -45.0
5/8” puddle welds, 6 R Nailbase Sheet Fastener
oc Crete Fibers spaced, staggered center rows
HYBRID SYSTEMS:
Min. 22 ga., Type BV,
Grade 33 steel, 5 ft span, win. 2003 mirch TRI-BUILT lr”:aSt FM'iO ianTSh?et 7-inch o.c. at the 4-inch lap and 7-inch SBS-AA
LWC-69 | 5/8” puddle welds, 6” None EIasiizeII psl, None Fiberglass Base Lzz_eNr:;erszezb?sd win o.c. in two (2), equally spaced, SBS-SA-H or APP- -45.0
o.c. or structural ’ Sheet 35Q Fastener (1.8 inch) staggered center rows TA
concrete
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TABLE 4p: LIGHTWEIGHT CONCRETE DECKS OVER STEEL or STRUCTURAL CONCRETE DECK — NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE E-2: MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck Deck surf MDP
ec urface
No. Note 1 sf
(Note 1) e LWC et Type Fasten (Note 11) Attach Base Ply Cap Ply (psf)
?a/lrl:d jigi't'ezpz ftvs’ " Min. 490 psi, min. 2- TRI-BUILT Trufast V.60 Base 7-inch o.c. at the min. 4-inch side laps SBS-AA
LWC-70 ” ! B " | None inch Elastizell with Zell- None Fiberglass Base and 7-inch o.c. at two (2), equally SBS-SA-H or APP- -45.0
5/8” puddle welds, 6 R Sheet Fastener
oc Crete Fibers Sheet 35Q spaced, staggered center rows TA
CONVENTIONAL SYSTEMS:
Min. 22 ga., type BV, Min. 490 psi, min. 2- TRI-BUILT 7-inch o.c. at the min. 4-inch side laps | (Optional) | SBS-AA
Grade 40 steel, 6 ft span, . . . . Trufast FM-90 Base .
LwcC-71 5/8” puddle welds, 6” None inch Elastizell with Zell- None Fiberglass Base Sheet Fastener and 7-inch o.c. at two (2), equally BP-AA or or APP- -45.0
oc P ! Crete Fibers Sheet 35Q spaced, staggered center rows APP-TA TA
Min. 22 ga., Type BV,
Grade 33 steel, 5 ft span, Min. 200 psi. min 2-inch TRI-BUILT :r”:‘”t FM'?_O lias::h'eet 7-inch o.c. at the 4-inch lap and 7-inch | (Optional) | SBS-AA
LWC-72 | 5/8” puddle welds, 6” None EIas{izeII psl, None Fiberglass Base Lzz_i:;ﬁr:;exbtd win o.c. in two (2), equally spaced, BP-AA or or APP- -45.0
o.c. or structural ’ Sheet 35Q Fastener (1.8 inch) staggered center rows APP-TA TA
concrete
MEARLCRETE (NOA 24-0514.06):
CONVENTIONAL SYSTEMS:
Min. 22 ga., Type BV,
Gra’(’ie 33 steel, 5 ft sEan, Min. 250 psi, min 2-inch TBI-BUILT OMG CR Base Ply 7-|n?h o.c. at the 4-inch lap and 7-inch (Optional) SBS-AA
LWC-73 | 5/8” puddle welds, 6 None None Fiberglass Base o.c. in two (2), equally spaced, or APP- -45.0
Mearlcrete. Fastener (1.7) BP-AA
o.c. or structural Sheet 35Q staggered center rows TA
concrete
Min. 22 ga., Type BV,
I, 5f - -i .C. -i -i ) -
Gra’t’ﬂe 33 steel, 5 ft sgan, Min. 300 psi, min 2-inch TBI BUILT OMG CR Base Ply 7 |n?h o.c. at the 4-inch lap and 7-inch (Optional) SBS-AA
LWC-74 | 5/8” puddle welds, 6 None None Fiberglass Base o.c. in two (2), equally spaced, or APP- -52.5
Mearlcrete. Fastener (1.7) BP-AA
o.c. or structural Sheet 35Q staggered center rows TA
concrete
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Feah v Primer MDP
No. (Notes 1, Note 12) ac ac (psf)
Type Notes 6.7.8 Type N Base Ply Ply Cap Ply
SELF-ADHERING SYSTEMS:
. R (Optional) Additional layer(s) of base insulation . .
CWF-1. | Tectum a1 inch ACFoam Il or H M-OSFA and/or min. 0.25-inch DensDeck Prime or M-OSFA ggg:(c;lr#lllo $BS-SA (S?ggf';:’a” SBS-SA | -60.0
SECUROCK Gypsum-Fiber Roof Board. v
. . (Optional) Additional layer(s) of base insulation . .
CWF-2. | Tectum g]lir;.ldl.S-lnch ACFoam Il or H- :\:;giFCA’ 6 and/or min. 0.25-inch DensDeck Prime or i'\:;ﬁf)FcA’ & glj)irc);(caDl jja10 SBS-SA (S%ZPSOAna” SBS-SA -90.0
o SECUROCK Gypsum-Fiber Roof Board. - v
Existing Tectum Min. 1.5-inch ACFoam Il, ENRGY 3 . . Tropical #410 (Optional) «
CWEF-3. (re-roof only) or Multi-Max FA3 OB500 Min. 0.25-inch DensDeck OB500 Quick Dry SBS-SA SBS-SA SBS-SA 45.0
Existing Tectum Min. 1.5-inch ACFoam Il, ENRGY 3 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof (Optional) «
CWF-4. (re-roof only) or Multi-Max FA3 OB500 Board 0OB500 None SBS-SA SBS-SA SBS-SA 45.0
Min. 1-inch ENRGY 3, H-Shield or Polyset BM . )
CWF-5. | Tectum H-Shield CG or min. 1.5-inch Eg:y::: (B:l';/IAor Min. 0.25-inch DensDeck or Polyset glj)irc);(caDl #410 SBS-SA (S%FS)PSOAna” SBS-SA -52.5
Multi-Max FA3 or Ultra-Max v CRA v
Min. 1-inch ENRGY 3, H-Shield or . . . Polyset BM .
CWF-6. | Tectum H-Shield CG or min. 1.5-inch ﬁg:y:: ga/'Am g/g;:.ZS—mch SECUROCK Gypsum-Fiber Roof | pojycet | None $BS-SA (S(;gfg’a') SBS-SA | -52.5
Multi-Max FA3 or Ultra-Max i CRA
HYBRID SYSTEMS:
. . (Optional) Additional layer(s) of base insulation (Optional) SBS-AA
CWF-7. | Tectum gf]'ir;'ldl's inch ACFoam Il or H M-OSFA and/or min. 0.25-inch DensDeck Prime or M-OSFA None SBS-SA-H | BP-AAor or APP- | -60.0
SECUROCK Gypsum-Fiber Roof Board. APP-TA TA
. . (Optional) Additional layer(s) of base insulation (Optional) SBS-AA
CWEF-8. | Tectum gf]lir;'ldl's inch ACFoam Il or H i’\:cg?)}:?’ 6 and/or min. 0.25-inch DensDeck Prime or :\:cgtiA’ 6 None SBS-SA-H BP-AA or or APP- -90.0
) SECUROCK Gypsum-Fiber Roof Board. e APP-TA TA
CONVENTIONAL SYSTEMS:
. . Optional additional layers of base insulation, (Optional) SBS-AA
CWF-9. | Tectum gfllir;'ldl's-mCh ACFoam Rr H- M-OSFA followed by min. 0.25-inch DensDeck Prime or M-OSFA None igﬁ?:r BP-AA or or APP- -60.0
SECUROCK Gypsum-Fiber Roof Board APP-TA TA
. . Optional additional layers of base insulation, (Optional) SBS-AA
CWF-10. | Tectum x]'i';'ldl's i > 1 O i':'c(h)?f?' e followed by min. 0.25-inch DensDeck Prime or mcgiFf' ® | None 2':,PA_¢A°r BP-AA or or APP- | -90.0
- SECUROCK Gypsum-Fiber Roof Board. - APP-TA TA
i . ) ; } ) . (Optional) SBS-AA
CWF-11. (E::srt.(l)r:)gf (T)‘:ﬁt;‘m me}lS&:Z /:goam !l ENRGY3 1 0Bs00 m')';gfa:zm Structodek High Density 0B500 None BP-AA BP-AA or or APP- | -45.0%
v APP-TA A
- . . . . . (Optional) SBS-AA
CWE-12. Existing Tectum Min. 1.5? inch ACFoam II, ENRGY 3 OB500 Min. 0.25-inch SECUROCK Gypsum 'F|ber Roof 0B500 None BP-AA or BP-AA or or APP- | -45.0%
(re-roof only) or Multi-Max FA3 Board or DensDeck or DensDeck Prime APP-TA APP-TA TA
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NEmoO | etc.e
TABLE 5a: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Attach Attach Primer P
No. (Notes 1, Note 12) ac ac of
Type Notes 6.7.8 Type N Base Ply Ply Cap Ply (psf)
Is:;“r:crg\:fs ong | Min. 1-inch ENRGY 3, H-Shield, or (Optional) SBSAA
’ H-Shield CG, min. 1.3-inch in. 0.5-i i i .
CWF-13. | 2” dia. plates, ¢ ! m|r.1 |r.1c . Polyset BM or Mm 0.5-inch Structodek High Density Polyset CRA | None BP-AA BP-AA or or APP- -52.5
three (3) per ACFoam Ill or min. 1.5-inch Multi- | Polyset CRA Fiberboard APP-TA TA
- P Max FA3 or Ultra-Max
panel width
Min. 1-inch ENRGY 3, H-Shiel Pol BM i | BS-AA
in. 1-inch ENRGY 3, H-Shield or | . sMor | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof olyset Bp-Aaor | (OPtional) SBS
CWF-14. | Tectum H-Shield CG or min. 1.5-inch Polvset CRA Board or DensDeck or DensDeck Prime or Polyset None APP-TA BP-AA or or APP- -52.5
Multi-Max FA3 or Ultra-Max 4 CRA APP-TA TA

TABLE 58: CEMENTITIOUS WOOF FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF) OR RECOVER

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Attach Attach MDP
Fasten
No. (Note 1) Type Attach Type (Notes Type (Notes Base Ply Ply CapPly | (psf)
(Note 11) 6,7,8 6,7,8
HYBRID SYSTEMS:
TRUBUILT | riyfast Twin Loc-Nail | &1¢h 0:C- @t the d-inch lap - Min. 1.5-inch (Optional) Min. 0.25-inch : SBS-AA
Fiberglass and 10-inch o.c. in two (2), ACFoam Il, ENRGY | hot ) hot SBS-SA- (Optional)
CWF-15. | Tectum Base Sheet Assembled Fastener equally spaced, staggered 3 or Multi-Max asphalt SECUROCK Gypsum-Fiber asphalt H APP-TA or APP- -60.0
(Field W/D > 80 Ibf) qualy spaced, SRS P Roof Board P TA
35Q center rows FA3
TREBULT 1 o st Twin Loc-Nail | /- In¢h 0-c. at the d-inch lap Min. 1.5-Tig (Optional) Min. 0.25-inch . SBS-AA
Fiberglass and 7-inch o.c. in two (2), ACFoam Il, ENRGY | hot . hot SBS-SA- (Optional)
CWF-16. | Tectum Base Sheet Assembled Fastener equally spaced, staggered 3 or Multi-Max asphalt SECUROCK Gypsum-Fiber asphalt H APP-TA or APP- -60.0
(Field W/D > 69 Ibf) Y SPA 51ag8 P Roof Board P TA
35Q center rows FA3
CONVENTIONAL SYSTEMS:
TBI—BUILT Trufast Twin Loc-Nail 6-inch q.c. at the.4—|nch lap Min. 1.5-inch Min. 0.75-inch Fescol.Soard . SBS-AA
Fiberglass and 10-inch o.c. in two (2), ACFoam II, ENRGY hot (homogeneous) or min. hot (Optional)
CWF-17. | Tectum Assembled Fastener ) . . BP-AA or APP- -60.0
Base Sheet (Field W/D > 80 Ibf) equally spaced, staggered 3 or Multi-Max asphalt 0.5-inch Structodek High asphalt BP-AA TA
35Q center rows FA3 Density Fiberboard
Irble?UI!_sz Jrufastygyin Loc-Nall Zr:gc7h|?1cch W hii A’:\_I\IIZCFZ;ap /,;ACIEO;;: j CEhN RGY | hot m:mgfn:;:;iic;?: " hot (Optional) | >B57A
CWF-18. | Tectum g Assembled Fastener - ! N . & .' BP-AA P or APP- -60.0
Base Sheet (Field W/D > 69 Ibf) equally spaced, staggered 3 or Multi-Max asphalt 0.5-inch Structodek High asphalt BP-AA TA
35Q center rows FA3 Density Fiberboard
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NEmoO | etc.e
TABLE 5¢c: CEMENTITIOUS WOOD FIBER DECKS — REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer(s) : i 2= MDP
No. (Note 1) (Note 3, Note 13) Type Fasten (Note 11) s Base Ply Ply Cap Ply (psf)
Note 17)
CWE-19 Existing (Optional) One or more layers, Min. 0.5-inch Structodek High OMG Polymer GypTec with 3” GypTec Plate 1 per BP-AA (Optional) BP- | SBS-AA or 45.0%
' Tectum any combination, loose laid Density Fiberboard Roof Insulation (Field W/D > 180 Ibf) 2.0 ft2 AA or APP-TA APP-TA ’
CWE-20 Existing (Optional) One or more layers, Min. 0.25-inch DensDeck or OMG Polymer GypTec with 3” GypTec Plate 1 per BP-AA or (Optional) BP- | SBS-AA or 45.0%
’ Tectum any combination, loose laid DensDeck Prime (Field W/D > 160 Ibf) 1.8ft2 | APP-TA AA or APP-TA APP-TA ’
CWE-21 Existing (Optional) One or more layers, Min. 0.5-inch Structodek High Trufast Twin Loc-Nail Assembled Fastener (Field 1 per BP-AA (Optional) BP- | SBS-AA or -45.0%
: Tectum any combination, loose laid Density Fiberboard Roof Insulation W/D > 180 Ibf) 2.0 ft2 AA or APP-TA APP-TA :
CWE-22 Existing (Optional) One or more layers, g/lel:.sg.tazc?(-:‘rfi;:j:ssl)l&ecclﬂ(;(;CK Trufast Twin Loc-Nail Assembled Fastener (Field 1 per BP-AA or (Optional) BP- | SBS-AA or -45.0%
: Tectum any combination, loose laid X W/D > 180 Ibf) 2.0 ft? APP-TA AA or APP-TA APP-TA :
Gypsum-Fiber Roof Board

TABLE 5p: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF) OR REROOF

SYSTEM TYPE E-2: MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) Base Fasten (Note 11) | Attach Base Ply Cap Ply (psf)
SELF-ADHERING SYSTEMS:
. Trufast Twin Loc-Nail Assembled | 6-inch o.c. at the 4-inch lap and 10-inch o.c. in two
WEF-23. T TRI-BUILT SA Nail BS-SA BS-SA -60.
¢ 3 ectum UILT SA Nailbase Fastener (Field W/D > 80 Ibf) (2), equally spaced, staggered center rows SBS-S SBS-S 600
. Trufast Twin Loc-Nail Assembled | 7-inch o.c. at the 4-inch lap and 7-inch o.c. in two
WEF-24. T TRI-BUILT SA Nail BS-SA BS-SA -60.
¢ ectum UILT SA Nailbase Fastener (Field W/D > 69 lbf) (2), equally spaced, staggered center rows SB5-S SB5-S 60.0
CONVENTIONAL SYSTEMS:
. Trufast Twin Loc-Nail Assembled | 6-inch o.c. at the 4-inch lap and 10-inch o.c. in two SBS-AA or APP-
WEF-25. T TRI-BUILT F | B h BP-AA -60.
¢ > ectum v iberglass Base Sheet 35Q Fastener (Field W/D > 80 Ibf) (2), equally spaced, staggered center rows TA 600
) Trufast Twin Loc-Nail Assembled | 7-inch o.c. at the 4-inch lap and 7-inch o.c. in two SBS-AA or APP-
CWF-26. Tect TRI-BUILT Fiberglass Base Sheet 35 BP-AA -67.5
ectum iberglass Base Sheet 35Q Fastener (Field W/D > 77 Ibf) (2), equally spaced, staggered center rows TA
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TABLE 6A: GYPSUM DECKS —REROOF (TeAR-OFF)

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
SR (N tDelcr':\' t * Attach - . Attach = Mpe
No. ote -, Tote ac ac (psf)
12) Type R Type N Base Ply Ply Cap Ply
SELF-ADHERING SYSTEMS:
Existing Min. 1.5-inch ACFoam Il, ACFoam IIl, ENRGY 3, Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional)
6L gypsum deck | H-Shield or H-Shield CG M-OSFA Roof Board MO &4 SBS-SA SBS-5A 172.5
Existing Min. 1.5-inch ACFoam II, ENRGY 3 or Multi- Min. 0.25-inch DensDeck primed with (Optional)
G-2. gypsum deck | Max FA3 M-OSFA Tropical #410 Quick Dry G SB5-5A SBS-SA SBS-5A 192.5
Existing One or more layer(s), min. 1.5-inch ACFoam I, Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional)
G3. gypsum deck | ACFoam Ill, H-Shield or H-Shield CG M-PG1 Roof Board SRR SBS-SA SBS-SA SBS-SA 172.5
Existing ) ) Min. 0.25-inch DensDeck primed with (Optional)
G-4. gypsum deck Min. 1.5-inch ACFoam Il or ENRGY 3 OB500 Tropical #410 Quick Dry OB500 SBS-SA SBS-SA SBS-SA 135.0
Existing One or more layer(s), min. 1.5-inch ACFoam Il, Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional)
G5 gypsum deck | ACFoam Ill, H-Shield or H-Shield CG 0B500 Roof Board 0B500 SBS-SA SBS-SA SBS-SA 172:5
Existing One or more layer(s), min. 1.5-inch ACFoam I, Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional)
G®- | oypsum deck | ACFoam Ill, H-Shield or H-Shield CG Polyset BM Roof Board Polyset BM SBS-SA SBS-SA SBS-SA 172.5
L One or more layer(s), min. 1-inch H-Shield or . . . .
G-7. EX'S:'”ri deck | ENRGY 3, min. 1.3-inch ACFoam l or min. 1.5- | Polyset CRA a/c')'gf g‘j:r('jmh SECUROCK Gypsum-Fiber Polyset CRA SBS-SA (S(;gfg’a” SBS-SA 1725
gypsu inch ACFoam I, Multi-Max FA3 or Ultra-Max
- min. 1-inch H-Shield or ENRGY 3, min. 1.3-inch . . . ’ .
G-8. Ex's:L”nf deck | ACFoam lilor min. 1.5-inch ACFoam I, Multi- | Polyset CRA ?Arg"igjzﬂgh&?:;%'fk primed with Polyset CRA SBS-SA (S?;s’f;‘:'a” SBS-SA 1925
Eyp Max FA3 or Ultra-Max P v
HYBRID SYSTEMS:
Existing One or more layer(s), min. 1.5-inch ACFoam Il, M-OSFA, M-PG1, (Optional) Min. 0.25-inch SECUROCK M-OSFA, M-PG1, (Optional) SBS-AA or
G-9. sum deck | ACFoam Ill, H-Shield or H-Shield CG OBS00, Polyset | ¢ im-Fiber Roof Board OBS00, Polyset | SBS-SAH | \pp 1a APP-TA -187.5
Eyp ! BM, Polyset CRA vp BM, Polyset CRA
CONVENTIONAL SYSTEMS:
Existing . . . Min. 0.5-inch Structodek High Density (Optional) BP- | SBS-AA or
G-10. gypsum deck Min. 1.5-inch ACFoam Il, ENRGY 3 or H-Shield M-OSFA Fiberboard M-OSFA BP-AA AA or APP-TA APP-TA -127.5
Existing One or more layer(s), min. 1.5-inch ACFoam I, Min. 0.25-inch SECUROCK Gypsum-Fiber BP-AA or (Optional) BP- | SBS-AA or
G-11. gypsum deck | ACFoam Ill, H-Shield or H-Shield CG V-Gl Roof Board M-OSFA APP-TA AA or APP-TA APP-TA 187.5
Existing . . X . . (Optional) BP- | SBS-AA or
G-12. aypsum deck Min. 1.5-inch ACFoam Il, ENRGY 3 or H-Shield M-OSFA Min. 0.25-inch DensDeck M-OSFA BP-AA AA or APP-TA APP-TA 232.5
Existing . ) . Min. 0.25-inch SECUROCK Gypsum-Fiber BP-AA or (Optional) BP- | SBS-AA or
G-13. gypsum deck Min. 2-inch ACFoam II, ENRGY 3 or H-Shield M-OSFA Roof Board M-OSFA APP-TA AA or APP-TA APP-TA 202.5
G-14 Existing One or more layer(s), min. 1.5-inch ACFoam I, M-PG1 Min. 0.25-inch SECUROCK Gypsum-Fiber M-PG1 BP-AA or (Optional) BP- | SBS-AA or 1875
’ gypsum deck | ACFoam lll, H-Shield or H-Shield CG Roof Board APP-TA AAor APP-TA | APP-TA ’
Existing ) ) ) Min. 0.5-inch Structodek High Density (Optional) BP- | SBS-AA or
G-15. gypsum deck Min. 1.5-inch ACFoam Il, ENRGY 3 or H-Shield 0B500 Fiberboard 0OB500 BP-AA AA or APP-TA APP-TA 120.0
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NEmoO | etc.e
TABLE 6A: GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

System Deck Base Insulation Layer Top Insulation Layer Roof Cover (Note 15) s
No. (NLGI_;’)M Type N::zt::: . Type N::tetagl; . Base Ply Ply Cap Ply (psf)
1o |t [ 1smrscramy o sarnsnas | o | M i momosk beec e oo | S | omton | S me | s
el I e T L e L T ol e Pl
R e b e e e o e e
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TABLE 68: GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
System Deck MDP
No. (Note 1) Type Fasten (Note 11) Attach Type R ET Type SEEER Base Ply Ply Cap Ply sf]
(Notes 6,7,8) (Notes 6,7,8)
HYBRID SYSTEMS:
- TRI-BUILT Trufast Twin Loc- | 6-inch o.c. at the 4-inch Min. 1.5-inch
Existing Fiberglass Nail Assembled lap and 10-inch o.c. in ACFoam Il SBS-SA (Optional) SBS-AA
-24. - ’ h halt | N N/A s APP- | -60.
G i\égium Base Sheet Fastener (Field two (2), equally spaced, | ENRGY 3 or otasphalt one / H APP-TA _CF; 60.0
35Q W/D > 80 Ibf) staggered center rows Multi-Max FA3
- TRI-BUILT Trufast Twin Loc- | 7-inch o.c. at the 4-inch Min. 1.5-inch
Existing Fiberglass Nail Assembled lap and 7-inch o.c. in ACFoam Il SBS-SA- (Optional) SBS-AA
G-25. i\ézium Base Sheet Fastener (Field two (2), equally spaced, | ENRGY 3 or hot asphalt None N/A H APP-TA _CFFAAPP_ -60.0
35Q W/D > 69 Ibf) staggered center rows Multi-Max FA3
CONVENTIONAL SYSTEMS:
- TRI-BUILT Trufast Twin Loc- | 6-inch o.c. at the 4-inch Min. 1.5-inch Min. 0.75-inch FescoBoard
Existing Fiberglass Nail Assembled lap and 10-inch o.c. in ACFoam Il (homogeneous) or min. 0.5-inch (Optional) SBS-AA
G-26. iZZEum Base Sheet Fastener (Field two (2), equally spaced, | ENRGY 3 or hot asphalt Structodek High Density hotasphalt | BP-AA BP-AA $rAAPP— -60.0
35Q W/D > 80 Ibf) staggered center rows Multi-Max FA3 Fiberboard
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NEmoO | etc.e
TABLE 68: GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
System Deck ot v MDP
No. Note 1 ac ac sf;
(Note 1) Type Fasten (Note 11) Attach Type Notes 6.7.8 Type Notes 678 | B3%e Ply Ply CapPly | (psf)
. TRI-BUILT Trufast Twin Loc- | 7-inch o.c. at the 4-inch Min. 1.5-inch Min. 0.75-inch FescoBoard

Existing Fiberglass Nail Assembled lap and 7-inch o.c. in ACFoam Il (homogeneous) or min. 0.5-inch (Optional) SBS-AA

G-27. gzﬁium Base Sheet Fastener (Field two (2), equally spaced, | ENRGY 3 or hot asphalt Structodek High Density hoRQE 2" Y] BP-AA BP-AA _(;rAAPP— -60.0
35Q W/D > 69 |bf) staggered center rows Multi-Max FA3 Fiberboard

TABLE 6¢: GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15
System Deck Base Insulation Layer(s) E u {Note 15) MDP (psf)
No. (Note 1) (Note 3, Note 13) Type Fasten (Note 11) Attach Base Ply Ply Cap Ply
Note 17)
- ) Min. 0.5-inch Structodek High ) .

628 Existing (Optional) One or more layers, Del:sit Flirl;Zrbo;l:z :l)ozf s OMG Polymer GypTec with 3” 1 per BP-AA (Optional) BP-AA or | SBS-AA or -45.0*

’ gypsum deck | any combination, loose laid Insulat\ilon GypTec Plate (Field W/D > 180 Ibf) 2.0 ft2 APP-TA APP-TA ’
6-29 Existing (Optional) One or more layers, Min. 0.25-inch DensDeck or OMG Polymer GypTec with 3” 1 per BP-AA or APP- | (Optional) BP-AA or | SBS-AA or 145.0*

’ gypsum deck | any combination, loose laid DensDeck Prime GypTec Plate (Field W/D > 160 Ibf) 1.8 ft? TA APP-TA APP-TA ’
6-30 Existing (Optional) One or more layers, gﬂé:sgsé:gcet;s;;tggzr L Trufast Twin Loc-Nail Assembled 1 per BP-AA (Optional) BP-AA or | SBS-AA or -45.0%

’ gypsum deck | any combination, loose laid Insulat\i/on Fastener (Field W/D > 180 Ibf) 2.0 ft2 APP-TA APP-TA ’
631 Existing (Optional) One or more layers, 'l;/lel:;g:ci-rrcirr:\EZ?SSDEicl.ll(;(;CK Trufast Twin Loc-Nail Assembled 1 per BP-AA or APP- | (Optional) BP-AAor | SBS-AA or -45.0*

’ gypsum deck | any combination, loose laid ) Fastener (Field W/D > 180 Ibf) 20ft2 | TA APP-TA APP-TA '

Gypsum-Fiber Roof Board

TABLE 60: GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE E-2: MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) Base I Fasten (Note 11) I Attach Base Ply Cap Ply (psf)
SELF-ADHERING SYSTEMS:
G-32. Existing TRI-BUILT SA Nailbase Tr'ufast Twin Loc-Nail Assembled Fastener | 6-inch o.c. at the 4-inch lap and 10-inch o.c. in two (2), SBS-SA SBS-SA -60.0
gypsum deck (Field W/D > 80 Ibf) equally spaced, staggered center rows
G-33. Existing TRI-BUILT SA Nailbase Tr.ufast Twin Loc-Nail Assembled Fastener | 9-inch o.c. at the 4-inch lap and 9-inch o.c. in two (2), SBS-SA SBS-SA -60.0
gypsum deck (Field W/D > 88 Ibf) equally spaced, staggered center rows
CONVENTIONAL SYSTEMS:
Existing . Trufast Twin Loc-Nail Assembled Fastener | 6-inch o.c. at the 4-inch lap and 10-inch o.c. in two (2), SBS-AA or
-34. -BUIL B . BP- -60.
G-34 gypsum deck TRI-BUILT Fibergi@s Base ST (Field W/D > 80 Ibf) equally spaced, staggered center rows P-AA APP-TA 600
Existing . Trufast Twin Loc-Nail Assembled Fastener | 9-inch o.c. at the 4-inch lap and 9-inch o.c. in two (2), SBS-AA or
-35. -BUIL . BP- -67.
G35 gypsum deck TRI-BUILT Fibergla-ggase St 350 (Field W/D > 100 Ibf) equally spaced, staggered center rows P-AA APP-TA 67.5
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Substrate (Note 1, Note 12) Attach Attach Primer MDP
No. S — ac ac (psf)?
Type Notalel s Type Notes 6.7.8 Base Ply Ply Cap Ply
SELF-ADHERING SYSTEMS:
i . (Optional) Min. 1.5-inch Tropical )
R-1 E?:Z:wnfnf:ngbczr:/iid BUR or modified ACFoam II, ENRGY 3, H- | hot asphalt Min. 0.25-inch DensDeck hotasphalt | #410 SBS-SA (S(ggf's‘i\"a') SBSSA | -105.0
Shield or Multi-Max FA3 Quick Dry
L . (Optional) Min. 1.5-inch . . )
R-2 E?:Z;nfnfrg;/fbc%?ifd BUR or modified ACFoam II, ENRGY 3, H- | hot asphalt gﬂ'”sgnﬁ:g::’ :ngusgg hot asphalt | None SBS-SA (s(;gf'sc;”a') SBS-SA | -105.0
Shield or Multi-Max FA3 vp
Existing fully-bonded smooth- or granule- . . . . . Tropical .
e . (Optional) Min. 1.5-inch | M-OSFA or M- | Min. 0.5-inch ACFoam-HD M-OSFA or (Optional)
R3 | surface asphalt BUR or SBS modified bitumen | s ccoarn i or .shield | P61 Coverboard or H-Shield HD M-PG1 #al0 BSSA I gpssa | OBSA | 972
or granule-surface APP modified bitumen Quick Dry
Existing fully-bonded smooth- or granule- . . . . . . .
R-4 | surface asphalt BUR or SBS modified bitumen (Optional) Min. 1.5. inch | M-OSFA or M Min. 2 |r.1ch H-Shield HD M-OSFA or None SBS-SA (Optional) SBS-SA 1425
. K ACFoam Il or H-Shield PG1 Composite CG M-PG1 SBS-SA
or granule-surface APP modified bitumen
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch . ) .
R-5 | surface asphalt BUR or SBS modified bitumen | ACFoam Il, ENRGY 3or | M OSFAOf M= | Min. 0.25-inch SECUROCK MOSFA T | None sessa | LOPtOnal | qpoia | 172
. K R PG1 Gypsum-Fiber Roof Board M-PG1 SBS-SA
or granule-surface APP modified bitumen H-Shield
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch Tropical .
R-6 | surface asphalt BUR or SBS modified bitumen | ACFoam II, ENRGY 3 or a”G?SFA "M Min. 0.25-inch DensDeck m_ggiA | #a10 SBS-SA (S(égf'sc’A”a') SBS-SA | -192.5
or granule-surface APP modified bitumen Multi-Max FA3 Quick Dry
Existing fully-bonded smooth- or granule- . . . M-OSFA or M- ) . M-OSFA or Tropical )
R-7 | surface asphalt BUR or 58S modified bitumen | (OPoNall Min. 15-inch |5, "y, = | Min. 0.5-inch ACFoam-HD M-PGL,6- | #410 sessa | OPtionall | qpoqa | 3150
. . ACFoam Il or H-Shield Coverboard or H-Shield HD . . SBS-SA
or granule-surface APP modified bitumen o.c. inch o.c. Quick Dry
Existing fully-bonded smooth- or granule- . . . M-OSFA or M- . . . M-OSFA or .
R-8 | surface asphalt BUR or SBS modified bitumen | (OPHONa Min. LS-inch | gy gy = | Min. 2-inch H-Shield HD M-PGL6- | None sessa | OPtonall | qpoqa | 3150
. K ACFoam Il or H-Shield Composite CG . SBS-SA
or granule-surface APP modified bitumen o.c. inch o.c.
Existing fully-bonded smooth- or granule- . . . M-OSFA or M- . . M-OSFA or Tropical .
R-9 | surface asphalt BUR or SBS modified bitumen | (OPtional) Min. L.5-inch 15 "o oy Min. 0.25-inch SECUROCK M-PGL, 6- #410 SBS-SA (Optional) | ¢pc on | 3150
. K ACFoam Il or H-Shield Gypsum-Fiber Roof Board . . SBS-SA
or granule-surface APP modified bitumen o.c. inch o.c. Quick Dry
Existing fully-bonded smooth- or granule- . . . Tropical .
R-10 | surface asphalt BUR or SBS modified bitumen | (OPtionall Min. 1.5-inch | M-PG1-EF Min. 0.5-inch H-Shield HD MPGLEF- | 4410 $BS-SA (Optional) | gp cp | o7
- Y ACFoam Il or H-Shield ECO ECO . SBS-SA
or granule-surface APP modified bitumen Quick Dry
Existing fully-bonded smooth- or granule- . . . . . . )
R-11 | surface asphalt BUR or SBS modified bitumen | (OPtonall Min. 1.5-inch | M-PG1-EF Min. 2-inch H-Shield HD M-PG1-EF None SBS-SA (Optional) | ¢oc op | 1425
. K ACFoam Il or H-Shield ECO Composite CG ECO SBS-SA
or granule-surface APP modified bitumen
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NEmoO | etc.e
TABLE 7A: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Substrate (Note 1, Note 12) Attach Attach Primer MDP
No. S — ac ac (psf)?
Type Notalel s Type Notes 6.7.8 Base Ply Ply Cap Ply
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch . . .
R-12 | surface asphalt BUR or SBS modified bitumen ACFoam Il, ENRGY 3 or EMC—OPGl-EF- g/“nsgni_s';:gz?:jgy;ifg Eﬁgel-EF- None SBS-SA (S(ggflsoAnal) SBS-SA -172.5
or granule-surface APP modified bitumen H-Shield s
Existing fully bonded BUR or modified (Optional) Min. 1.5-inch Tropical (Optional)
R-13 . & iy P . 0B500 Min. 0.25-inch DensDeck 0B500 #410 SBS-SA P SBS-SA -120.0
bitumen roof cover ACFoam Il or ENRGY 3 ) SBS-SA
Quick Dry
Existing fully bonded BUR or modified (Optional) Min. 1.5-inch Min. 0.25-inch SECUROCK (Optional)
R34 1 bitumen roof cover ACFoam Il or ENRGY3 | P> Gypsum-Fiber Roof Board 08500 None BSSA | gpssp | SBO°A | 1200
Existing fully-bonded smooth- or granule- . ) . ) . )
(Optional) Min. 1.5-inch Min. 0.25-inch SECUROCK (Optional)
R-15 surfa.c.e asphalt BUR or granule-surface ACFoam Il or H-Shield Polyset BM Gypsum-Fiber Roof Board Polyset BM None SBS-SA SBS-SA SBS-SA 1725
modified bitumen
Existing fully-bonded smooth- or granule- . . . Tropical .
R-16 | surface asphalt BUR or granule-surface (Optional) Min. 1.5-inch | 0\ o\ gy Min. 0.25-inch DensDeck Polyset BM | #410 SBS-SA (Optional) | coc cn | L1925
. . ACFoam Il or H-Shield . SBS-SA
modified bitumen Quick Dry
Existing fully-bonded smooth- or granule- . . . . . )
R-17 | surface asphalt BUR or SBS modified bitumen (Optional) Min. 1.5.-|nch Polyset CRA g 0.25-.|nch SECUROCK Polyset CRA None SBS-SA (Optional) SBS-SA -172.5
. K ACFoam Il or H-Shield Gypsum-Fiber Roof Board SBS-SA
or granule-surface APP modified bitumen
Existing fully-bonded smooth- or granule- . . . Tropical .
R-18 | surface asphalt BUR or SBS modified bitumen | (OPtonal Min. 1.5-inch 1o 1o cpn | Min, 0.25-inch DensDeck Polyset CRA | #410 SBS-SA (Optional) | cg cp | _1025
. - ACFoam Il or H-Shield ) SBS-SA
or granule-surface APP modified bitumen Quick Dry
HYBRID SYSTEMS:
L . (Optional) Min. 1.5-inch . . ) SBS-AA
R-19 Exz:;negnfr(ljlsz;r:,(:d BUR or modified ACFoam II, ENRGY 3, H- hot asphalt gmnsgrf].sp:[?:? Ff(l)zngBR(iig hot asphalt None SBS-SA-H g%‘;ﬁl_?:al) or APP- -105.0
Shield or Multi-Max FA3 vp A
Existing fully-bonded smooth- or granule- . . . . . . SBS-AA
I, . (Optional) Min. 1.5-inch | M-OSFA or M- | Min. 0.5-inch ACFoam-HD M-OSFA or (Optional)
R-20 | surface asphalt BUR or SBS r"ﬂ.OdIer.d bitumen ACFoam Il or H-Shield PG1 CoverBoard or H-Shield HD M-PG1 None SBS-SA-H APP_TA or APP. 97.5
or granule-surface APP modified bitumen TA
Existing fully-bonded smooth- or granule- . . . . . . ) SBS-AA
R-21 | surface asphalt BUR or SBS modified bitumen (Optional) Min. 1.§-|nch M-OSFA or M- | Min. 2—|r.1ch H-Shield HD M-OSFA or None SBS-SA-H (Optional) or APP- 1425
o K ACFoam Il or H-Shield PG1 Composite CG M-PG1 APP-TA
or granule-surface APP modified bitumen TA
Existing fully-bonded smooth- or granule- . . . . " . SBS-AA
R-22 | surface asphalt BUR or SBS modified bitumen | (OPtional Min. 1.3-inch 1| M-OSFAorM- | (Optional) Additional layer(s) - M-OSFAor o, sessa-H | (OPtonall o e | 100
. . ACFoam Il or H-Shield PG1 base insulation M-PG1 APP-TA
or granule-surface APP modified bitumen TA
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

. Base Insulation Layer Top Insulation Layer Roof Cover (Note 15) o
ystem .
Substrate (Note 1, Note 12) Attach Attach Primer
No. - (psf)?
Type Notalel s Type Notes 6.7.8 Base Ply Ply Cap Ply
Existing fully-bonded smooth- or granule- . . . . . . SBS-AA
R-23 | surface asphalt BUR or SBS modified bitumen (Optional) Min. 1.§-|nch M-OSFAor M- | Min. 0.25-.|nch SECUGRRR QO A None SBS-SA-H (Optional) or APP- -210.0
. K ACFoam Il or H-Shield PG1 Gypsum-Fiber Roof Board M-PG1 APP-TA
or granule-surface APP modified bitumen TA
Min. 0.25-inch DensDeck Prime
Existing fully-bonded smooth- or granule- . . . M-OSFA or M- | or SECUROCK Gypsum-Fiber M-OSFA or . SBS-AA
R-24 | surface asphalt BUR or SBS modified bitumen g%‘;t(')‘;”ma'lz ('\)’:':'_Slr']sie'lzd‘ PGL, 6-inch | Roof Board or min. 0.5-inch M-PGL,6- | None SBS-SAH (A%‘;t_';’:a') orAPP- | -315.0
or granule-surface APP modified bitumen o.c. ACFoam-HD CoverBoard or H- inch o.c. TA
Shield HD
Existing fully-bonded smooth- or granule- . . . M-OSFA or M- . R . M-OSFA or . SBS-AA
R-25 | surface asphalt BUR or SBS modified bitumen | (OPtonall Min. 15-inch | o) "oy Min. 2-inch H-Shield g M-PG1, 6- None sgs-saH | (OPtonal) | pe | 3150
. K ACFoam Il or H-Shield Composite CG . APP-TA
or granule-surface APP modified bitumen o.c. inch o.c. TA
Existing fully-bonded smooth- or granule- . . . . SBS-AA
R-26 | surface asphalt BUR or SBS modified bitumen (Optional) Min. 1.!?-|nch R Min. 0.5-inch H-Shield HD M-PG1-EF- None SBS-SA-H (Optional) or APP- -97.5
- . ACFoam Il or H-Shield ECO ECO APP-TA
or granule-surface APP modified bitumen TA
Existing fully-bonded smooth- or granule- . . . . . . . SBS-AA
R-27 | surface asphalt BUR or SBS modified bitumen | (OPtional) Min. 1.5-inch - M-PG1-EF PR NS HD M-PG1-EF None sgs-saH | (OPtonal) | o pp | 1425
. K ACFoam Il or H-Shield ECO Composite CG ECO APP-TA
or granule-surface APP modified bitumen TA
Existing fully-bonded smooth- or granule- . . . . " ) SBS-AA
R-28 | surface asphalt BUR or SBS modified bitumen (Optional) Min. 1.§-|nch Ml (Opt|9nal) A.ddltlonal layer(s) M-PG1-EF- None SBS-SA-H (Optional) or APP- -210.0
. K ACFoam Il or H-Shield ECO base insulation ECO APP-TA
or granule-surface APP modified bitumen TA
Existing fully-bonded smooth- or granule- . . . . . . SBS-AA
R-29 | surface asphalt BUR or SBS modified bitumen (Optional) Min. 1.5' inch | M-PG1-EF Min. 0.25 'mch SECUROCK M-PG1-EF None SBS-SA-H (Optional) or APP- 210.0
. K ACFoam Il or H-Shield ECO Gypsum-Fiber Roof Board ECO APP-TA
or granule-surface APP modified bitumen TA
Existing fully bonded, smooth- or granule- (Optional) Min. 1.5-inch Min. 0.25-inch SECUROCK (Optional) SBS-AA
R-30 surface BUR or modified bitumen ACFoam Il or ENRGY 3 RB500 Gypsum-Fiber Roof Board 08500 None SBS-SA-H APP-TA %&APP- -1200
Existing fully-bonded smooth- or granule- . . . . " . SBS-AA
R-31 | surface asphalt BUR or granule-surface (Optional) Min. 1'5. inch Polyset BM (Opt|9nal) A'ddltlonal layer(s) Polyset BM None SBS-SA-H (Optional) or APP- -195.0
e . ACFoam Il or H-Shield base insulation APP-TA
modified bitumen TA
Existing fully-bonded smooth- or granule- (Optional0 Min. 1.5- . . ) SBS-AA
R-32 | surface asphalt BUR or granule-surface inch ACFoam Il or H- Polyset BM Min. 0.25-.|nch SECUROCK Polyset BM None SBS-SA-H (Optional) or APP- -195.0
e . . Gypsum-Fiber Roof Board APP-TA
modified bitumen Shield TA
Existing fully-bonded smooth- or granule- . . . " . SBS-AA
R-33 | surface asphalt BUR or SBS modified bitumen | Vi L>-inch ACFoam Il o\ cra | (Optional) Additional layer(s) Polyset CRA | None ss-sa-H | (OPtionall 1 pe | o0as
. K or H-Shield base insulation APP-TA
or granule-surface APP modified bitumen TA
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Substrate (Note 1, Note 12) Attach Attach Primer MDP
No. S — ac ac (psf)?
Type Notalel s Type Notes 6.7.8 Base Ply Ply Cap Ply
Existing fully-bonded smooth- or granule- . . . . . . SBS-AA
R-34 | surface asphalt BUR or SBS modified bitumen (Optional) Min. 1.§-|nch Polyset CRA Min. 0.25-.|nch SECUGRRR Polyset CRA None SBS-SA-H (Optional) or APP- -217.5
. K ACFoam Il or H-Shield Gypsum-Fiber Roof Board APP-TA
or granule-surface APP modified bitumen TA
CONVENTIONAL SYSTEMS:
Min. 0.5-inch Structodek High
L . (Optional) Min. 1.5-inch Density Fiberboard, Min. 0.75- (Optional) | SBS-AA
R-35 E’i‘t'si'n”fnﬂr‘ngb;'l‘ifd BUR or modified ACFoam II, ENRGY 3, H- | hot asphalt inch FescoBoard hot asphalt | None BP-AA BP-AAor | orAPP- | -105.0
Y Shield or Multi-Max FA3 (homogeneous) or Min. 0.5-inch APP-TA TA
DuraBoard (homogeneous)
L . (Optional) Min. 1.5-inch 0.25-inch DensDeck, DensDeck (Optional) | SBS-AA
R-36 E?:Z;nfnfrg;/fbc%?ifd BUR or modified ACFoam II, ENRGY 3, H- | hot asphalt Prime or SECUROCK Gypsum- hot asphalt | None 2E>:TAAM BP-AAor | orAPP- | -105.0
Shield or Multi-Max FA3 Fiber Roof Board APP-TA TA
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch . . . (Optional) | SBS-AA
R-37 | surface asphalt BUR or SBS modified bitumen ACFoam Il, ENRGY 3 or 2/I(;§)SFA or g gﬂé:'si(:'ilizg:;s::;t()dek High m:géiA or None BP-AA BP-AA or or APP- -165.0
or granule-surface APP modified bitumen H-Shield ¥ APP-TA TA
Existing fully-bonded smooth- or. .granl.JIe- (Optional) Min. 1.5-inch M-OSFA or M- . . M-OSFA or (Optional) | SBS-AA
R-38 | surface asphalt BUR or SBS modified bitumen ACFoam I, ENRGY 3 or PG1 Min. 0.25-inch DensDeck M-PG1 None BP-AA BP-AA or or APP- -210.0
or granule-surface APP modified bitumen H-Shield APP-TA TA
Existing fully-bonded smooth- or granule- ) . ) )
R-39 | surface asphalt BUR or SBS modified bitumen (Optional) Min. 1.§-|nch N o M- Min. 0.25-inch DensDeck Prime M-OSFA or None BP-AA (Optional) SBS-AA -210.0
. K ACFoam Il or H-Shield PG1 M-PG1 BP-AA
or granule-surface APP modified bitumen
Existing fully-bonded smooth- or. .granl.JIe- (Optional) Min. 2-inch M-OSFA or M- | Min. 0.25-inch SECUROCK M-OSFA or BP-AA or (Optional) | SBS-AA
R-40 | surface asphalt BUR or SBS modified bitumen ACFoam I, ENRGY 3 or PG1 Gvpsum-Fiber Roof Board M-PG1 None APP-TA BP-AA or or APP- -210.0
or granule-surface APP modified bitumen H-Shield P APP-TA TA
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch M-OSFA or M- | Min. 0.25-inch DensDeck Prime M-OSFA or (Optional)
R-41 | surface asphalt BUR or SBS modified bitumen P Co PG1, 6-inch or SECUROCK Gypsum-Fiber M-PG1, 6- None APP-TA P APP-TA -315.0
. . ACFoam Il or H-Shield . APP-TA
or granule-surface APP modified bitumen o.c. Roof Board inch o.c.
Existing fully-bonded smooth- or granule- . . \ .
R-42 | surface asphalt BUR or SBS modified bitumen (Optional) Min. 1'5.’ inch | M-PG1-EF Min. 0.25-inch DensDeck Prime M-PG1-EF None BP-AA (Optional) SBS-AA -210.0
. - ACFoam Il or H-Shield ECO ECO BP-AA
or granule-surface APP modified bitumen
Existing fully-bonded smooth- or grangle— (Optional) Min. 2-inch M-PG1-EF- Min. 0.25-inch SECUROCK M-PG1-EE- BP-AA or (Optional) | SBS-AA
R-43 | surface asphalt BUR or SBS modified bitumen | ACFoam Il, ENRGY 3 or ECO Gvosum-Fiber Roof Board £CO None APP-TA BP-AA or or APP- -210.0
or granule-surface APP modified bitumen H-Shield P APP-TA TA
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Substrate (Note 1, Note 12) Attach Attach Primer MDP
No. S — ac ac (psf)?
Type Notalel s Type Notes 6.7.8 Base Ply Ply Cap Ply
i . (Optional) Min. 1.5-inch . ) . (Optional) | SBS-AA
R-44 E?t'zt'r;fnﬂr‘!gfbc‘j;‘i‘:d BUR or modified ACFoam II, ENRGY 3or | OB500 E’g:sg 'Sg'igg:bsggl:;wdek High | 98500 None BP-AA BP-AAor | orAPP- | -120.0
H-Shield v APP-TA A
L . (Optional) Min. 1.5-inch Min. 0.25-inch DensDeck, (Optional) | SBS-AA
R-45 E?‘t'z:qnfnﬂr‘c')'sz;'l‘ifd BUR or modified ACFoam II, ENRGY 3or | OB500 DensDeck Prime or SECUROCK | OB500 None oanor | Bp-anor | orAPP- | 1200
H-Shield Gypsum-Fiber Roof Board APP-TA TA
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch . . (Optional) | SBS-AA
R-46 | surface asphalt BUR or granule-surface X Polyset BM Min. 0.25-inch DensDeck Polyset BM None BP-AA BP-AA or or APP- -195.0
. . ACFoam Il or H-Shield
modified bitumen APP-TA TA
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch Min. 0.25-inch SECUROCK Bp-aaor | (Optional) | SBS-AA
R-47 | surface asphalt BUR or granule-surface ACFoam Il or H-Shield Polyset BM Gvpsum-Fiber Roof Board Polyset BM None APP-TA BP-AA or or APP- -195.0
modified bitumen vp APP-TA | TA
Existing fully-bonded smooth- or granule- . . . . . (Optional) | SBS-AA
R-48 | surface asphalt BUR or SBS modified bitumen ('\)/'rlrl_]" éh?ZIZCh ACFoam I Polyset CRA II;/Iel:.Si(:.S'-:IiEg:st::;todek High Polyset CRA None BP-AA BP-AA or or APP- -180.0
or granule-surface APP modified bitumen ¥ APP-TA TA
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch (Optional) | SBS-AA
R-49 | surface asphalt BUR or SBS modified bitumen ACF;oam lor H-—Sr-ﬂeld Polyset CRA Min. 0.25-inch DensDeck Polyset CRA None BP-AA BP-AA or or APP- -222.5
or granule-surface APP modified bitumen APP-TA TA
Existing fully-bonded smooth- or granule- . . . . . (Optional) | SBS-AA
R-50 | surface asphalt BUR or SBS modified bitumen (A%F;t:;:’?llz 2’:_':' ;r.]Si;:]Ch Polyset CRA g’“nsgnz]s';:gzr Ff(l)zt():ftj;(iig Polyset CRA None AB\;A?_\AM BP-AA or or APP- -222.5
or granule-surface APP modified bitumen P APP-TA TA
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