NEmO | etc.

Certificate of Authorization #32455
353 Christian Street, Unit #13
Oxford, CT 06478

(203) 262-9245

®

ENGINEER TEST CONSULT

P.E. EVALUATION REPORT (PEER)

GAF PEER-GAF-008.A.R67
1 Campus Drive FL3443-R63 (NON-HVHZ)
Parsippany, NJ 07054 Date of Issuance: 07/20/2005
(800) 766-3411 Revision 67: 08/17/2026
SCOPE:

This P.E. Evaluation Report (henceforth ‘PEER’) is issued under F.A.C. Rule 61G20-3 and the applicable rules and regulations governing the
use of construction materials in the State of Florida, and the Third-Party Evaluation Report acceptance by the Texas Department of
Insurance. The documentation submitted has been reviewed by Robert Nieminen, P.E. for compliance with the 9t Edition (2026) Florida
Building Code and 2024 International Building Code sections noted herein.

DESCRIPTION: GAF EverGuard PVC and PVC/KEE Roof Systems (NON-HVHZ)

LABELING: Labeling shall be in accordance with the requirements of the Accredited Quality Assurance Agency noted herein.

CoNTINUED CoMPLIANCE: This PEER is valid until such time as the named product(s) changes, the referenced Quality Assurance or production
facility location(s) changes, or Code provisions that relate to the product(s) change. Acceptance of our PEERs by the named client constitutes
agreement to notify NEMO ETC, LLC of any changes to the product(s), the Quality Assurance or the production facility location(s). NEMO
ETC, LLC requires a complete review of its PEER relative to updated Code requirements with each Code Cycle. Reference is made to the
Nemo | etc. Directory of P.E. Evaluations to ascertain the status and/or current version of this PEER. If the PEER is not listed at the Nemo
Directory, then it is no longer valid.

ADVERTISEMENT: “NEmo P.E. Evaluated” may be displayed in advertising literature. If any portion of the PEER is displayed, then it shall be in
its entirety.

INsPECTION: Upon request, a copy of this entire PEER shall be provided to the user by the manufacturer or its distributors and shall be available
for inspection at the job site at the request of the Building Official.

This PEER consists of pages 1 through 6, plus 177-pages of Appendix. I L
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CERTIFICATION OF INDEPENDENCE:

1. NEMO ETC, LLC does not have, nor does it intend to acquire or will it acquire, a financial interest in any company manufacturing or distributing
products it evaluates.

2. NEMO ETC, LLC is not owned, operated or controlled by any company manufacturing or distributing products it evaluates.

3. Robert Nieminen, P.E. does not have nor will acquire, a financial interest in any company manufacturing or distributing products for which the
PEERs are being issued.

4. Robert Nieminen, P.E. does not have, nor will acquire, a financial interest in any other entity involved in the approval process of the product.

5. Robert Nieminen, P.E. is also Registered in the States of Connecticut (PE-24802), Texas (PE-96420) and Washington (PE-39055). Use of this
PEER in support of permitting is at the discretion of the Authority Having Jurisdiction.

6. Thisis a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer of Record for any project on
which this PEER, or previous versions thereof, is/was used for permitting or design guidance unless retained specifically for that purpose.

©2019 NEMO ETC, LLC
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https://www.nemoetc.com/
https://www.gaf.com/en-us
https://www.flrules.org/gateway/ChapterHome.asp?Chapter=61G20-3
https://tdi.texas.gov/wind/prod/third-party-evaluation-reports.html
https://services.nemoetc.com/nemoevaluationdirectory

ROOFING SYSTEMS EVALUATION:

1. SCOPE:
Product Category:

2

Sub-Category:

. STANDARDS:

Roofing

Single Ply Roof Systems
Product Approval Method: Method 1, Option D: Codified Material, Evaluation by Engineer

Compliance Statement: GAF EverGuard PVC and PVC/KEE Roof Systems, as produced by GAF, have demonstrated
compliance with the following sections of the Codes listed below through testing in accordance with the following
Standards. Compliance is subject to the Installation Requirements and Limitations of Use set forth herein.
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CoDE SECTION PROPERTY STANDARD

2026 Florida Building Code 1504.3.1 Wind resistance FM 4474
1504.7 Impact resistance FM 4470, Section 4.6
1507.10.2 Material standards ASTM D2178, ASTM D4601, ASTM D4897
1507.11.2 Material standards ASTM D6163, ASTM D6164, ASTM D6222
1507.12.2 Material standard ASTM D4434

2024 International Building 1504.4.1 Wind resistance FM 4474

Code 1504.7 Impact resistance FM 4470, Section 4.6
1507.10.2 Material standard ASTM D2178, ASTM D4897

3. REFERENCES:

ENTITY

NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO

ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ATI/ITS (TST1558)
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Exam
ASTM D4434 (UT)
ASTM D4434 (UT)
Physicals (IN)
PEER
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
Criticality
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1507.10.2, 1507.11.2.1

Material standard

ASTM D4601

1507.11.2 Material standard ASTM D6163, ASTM D6164, ASTM D6222
1507.13.2 Material standard ASTM D4434

REFERENCE DATE ENTITY EXAM REFERENCE DATE

45-GAF-18-003.12.18-1.R1 12/04/18 FM (TST1867) FM 4474 PR460786 08/30/21
45-GAF-18-003.12.18-2.R1 12/04/18 FM (TST1867) FM 4474 PR460560 09/22/21
4j-GAF-SSUDL-004.A 11/19/24 FM (TST1867) FM 4474 PR461047 10/25/21
PEER-GAF-007.A&B 04/09/26 FM (TST1867) FM 4474 RR232145-267 03/21/22
06-047 12/21/06 FM (TST1867) FM 4474 PR450629 04/13/22
07-001 01/12/07 FM (TST1867) FM 4474 RR232513-267 04/22/22
07-002 01/12/07 FM (TST1867) FM 4474 PR460889 08/01/22
07-007 01/19/07 FM (TST1867) FM 4474 PR460126 09/20/22
07-029 03/08/07 FM (TST1867) FM 4474 PR463035 11/10/22
07-031 05/09/07 FM (TST1867) FM 4474 PR461460 11/15/22
08-031 05/05/08 FM (TST1867) FM 4474 RR235368-267 12/19/22
11-057 09/30/11 FM (TST1867) FM 4474 PR464081 02/20/23
11-058 10/03/11 FM (TST1867) FM 4474 RR236601-267 03/30/23
11-059 10/04/11 FM (TST1867) FM 4474 RR238073 08/07/23
11-060 10/05/11 FM (TST1867) FM 4474 RR237727 08/17/23
11-061 10/06/11 FM (TST1867) FM 4474 RR237767 08/30/23
11-062 10/07/11 FM (TST1867) FM 4474 RR237973 09/13/23
11-063 10/08/11 FM (TST1867) FM 4474 RR237937 09/13/23
11-066 11/21/11 FM (TST1867) FM 4474 RR238672 10/12/23
12-005 04/09/12 FM (TST1867) FM 4470 PR465710 12/18/23
12-006 04/09/12 FM (TST1867) FM 4474 PR466096 01/22/24
12-007 04/10/12 FM (TST1867) FM 4474 PR467721 03/01/24
12-009 04/20/12 FM (TST1867) FM 4474 PR463212 03/06/24
12-010 04/20/12 FM (TST1867) FM 4474 RR240499 03/14/24
12-011 04/20/12 FM (TST1867) FM 4474 RR241361 05/07/24
12-021 04/26/12 FM (TST1867) FM 4474 RR241387 05/10/24
12-022 04/26/12 FM (TST1867) FM 4474 RR241586 05/29/24
12-017 05/07/12 FM (TST1867) FM 4474 RR241598 05/30/24
12-020 05/08/12 FM (TST1867) FM 4474 RR242812 09/06/24
12-027 05/22/12 FM (TST1867) FM 4474 PR468153 11/04/24
12-028 05/22/12 FM (TST1867) FM 4474 RR243942 12/16/24
12-032 08/23/12 FM (TST1867) FM 4474 PR470505 01/24/25
11-015-R1 08/29/12 FM (TST1867) FM 4470 PR469851 01/30/25
11-018-R1 08/29/12 FM (TST1867) FM 4474 RR244840 03/18/25
11-022-R1 08/29/12 FM (TST1867) FM 4474 PR471562 (data) 02/12/25
16-002 03/04/16 FM (TST1867) FM 4474 PR463218 03/17/25
21-014 08/16/21 FM (TST1867) FM 4474 RR244920 04/03/25
21-018 08/17/21 FM (TST1867) FM 4474 PR464801 04/11/25
23-012 06/16/23 FM (TST1867) FM 4470 RR245882 04/23/25
25-017 06/12/25 FM (TST1867) FM 4474 RR245682 05/06/25
25-020 06/13/25 FM (TST1867) FM 4470 PR469015 05/13/25
G9819.02-106-31 05/10/17 FM (TST1867) FM 4470 PR469209 06/03/25
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EnTITY Exam REFERENCE DATE EnTITY Exam REFERENCE DATE
ATI/ITS (TST1558)  TAS 114 G9819.01-109-44 08/01/17 FM (TST1867) FM 4474 PRA71565 10/28/25
ATI/ITS (TST1558)  TAS 114 G9819.03-109-44 08/01/17 FM (TST1867) FM 4474 RR248533 11/25/25
ATI/ITS (TST1558)  TAS 114 H-3320.01-109-44 08/10/17 FM (TST1867) FM 4474 PRA68487 — Reissue 1 01/14/26
ATI/ITS (TST1558)  TAS 114 H-3314.01-109-44 08/14/17 FM (TST1867) FM 4474 PRA471561 02/13/26
ATI/ITS (TST1558)  TAS 114 H-3315.01-109-44 08/14/17 FM (TST1867) FM 4474 RR249676 02/24/26
ATI/ITS (TST1558)  TAS 114 H-3317.01-109-44 08/14/17 IRT (TST5296) TAS 114 04-006 02/16/04
ATI/ITS (TST1558)  TAS 114 H-3318.01-109-44 08/14/17 NEMO (TST6049) FM 4474 41-CEL-18-001.12.18-2 07/10/19
ATI/ITS (TST1558)  TAS 114 H0730.01-109-44 08/16/17 PRI (TST5878) FM 4470 GAF-462-02-01 11/15/13
ATI/ITS (TST1558)  TAS 114 H8498.01-109-18 03/27/18 PRI (TST5878) FM 4470 GAF-462-02-02 11/18/13
ATI/ITS (TST1558)  TAS 114 H7234.01-109-18 05/01/18 PRI (TST5878) FM 4470 GAF-462-02-03 11/18/13
ERD (TST6049) FM 4474 P6860.06.07-R1 09/10/09 PRI (TST5878) FM 4470 GAF-462-02-04 11/18/13
ERD (TST6049) FM 4474 02762.03.05-R2 04/01/10 PRI (TST5878) FM 4474 GAF-457-02-02 01/20/14
ERD (TST6049) TAS 117 A35880.04.12-R1 04/03/12 PRI (TST5878) FM 4474 GAF-457-02-04 01/24/14
ERD (TST6049) FM 4474 GAF-SC8580.14 03/25/15 PRI (TST5878) FM 4474 GAF-457-02-06 01/24/14
ERD (TST6049) FM 4474 GAF-SC8580.14 07/20/15 PRI (TST5878) FM 4474 GAF-457-02-07 01/24/14
ERD (TST6049) TAS 117 SFS-5C12250.10.17 10/23/17 PRI (TST5878) FM 4474 GAF-457-02-08 01/24/14
ERD (TST6049) FM 4474 GAF-SC16825.12.17-1 12/31/17 PRI (TST5878) FM 4470 GAF-435-02-01 01/29/14
FET (TST7393) TAS 114 08-050182 06/26/08 PRI (TST5878) FM 4474 GAF-435-02-11 01/29/14
FM (TST1867) FM 4470 3003956 02/18/00 PRI (TST5878) FM 4474 GAF-510-02-02 04/08/14
FM (TST1867) FM 4470 3003955 03/05/02 PRI (TST5878) FM 4474 GAF-515-02-01 05/13/14
FM (TST1867) FM 4470 3014692 08/05/03 PRI (TST5878) FM 4474 GAF-515-02-03 05/13/14
FM (TST1867) FM 4474 3024709 10/21/05 PRI (TST5878) FM 4474 GAF-516-02-03 05/13/14
FM (TST1867) FM 4474 3023368 03/20/06 PRI (TST5878) FM 4474 GAF-525-02-02 06/23/14
FM (TST1867) FM 4474 3028606 02/23/07 PRI (TST5878) FM 4474 GAF-525-02-03 06/23/14
FM (TST1867) FM 4474 3026964 07/25/07 PRI (TST5878) FM 4474 GAF-462-02-07 07/01/14
FM (TST1867) FM 4474 3031127 10/01/07 PRI (TST5878) FM 4474 GAF-462-02-08 07/01/14
FM (TST1867) FM 4474 3033126 07/11/08 PRI (TST5878) FM 4474 GAF-462-02-09 07/01/14
FM (TST1867) FM 4474 3034394 02/27/09 PRI (TST5878) FM 4474 GAF-462-02-10 07/01/14
FM (TST1867) FM 4470 3037525 09/25/09 PRI (TST5878) FM 4474 GAF-462-02-11 07/01/14
FM (TST1867) FM 4474 3037879 02/04/10 PRI (TST5878) FM 4474 GAF-538-02-03 08/13/14
FM (TST1867) FM 4470 3040234 02/23/11 PRI (TST5878) FM 4474 GAF-653-02-01 11/11/16
FM (TST1867) FM 4474 3041746 08/17/11 PRI (TST5878) FM 4474 GAF-653-02-04 11/11/16
FM (TST1867) FM 4470 3042887 11/14/11 PRI (TST5878) FM 4474 GAF-746-02-01 12/14/16
FM (TST1867) FM 4470 3042905 01/10/12 PRI (TST5878) FM 4474 GAF-746-02-02 12/14/16
FM (TST1867) FM 4474 797-07043-267 01/16/12 PRI (TST5878) FM 4474 GAF-746-02-05 12/14/16
FM (TST1867) FM 4474 3044862 05/11/12 PRI (TST5878) FM 4474 GAF-746-02-06.R1 12/15/16
FM (TST1867) FM 4474 3044914 06/18/12 PRI (TST5878) FM 4470 GAF-755-02-01 02/02/17
FM (TST1867) FM 4474 3045789 07/12/12 PRI (TST5878) FM 4474 GAF-755-02-02 02/02/17
FM (TST1867) FM 4474 3046328 09/13/12 PRI (TST5878) FM 4474 GAF-755-02-03 02/02/17
FM (TST1867) FM 4474 3041769 09/27/12 PRI (TST5878) FM 4474 GAF-755-02-04 02/02/17
FM (TST1867) FM 4474 3046403 09/28/12 PRI (TST5878) FM 4474 GAF-756-02-01 02/28/17
FM (TST1867) FM 4474 797-07886-267 11/21/12 PRI (TST5878) FM 4474 GAF-756-02-02 02/28/17
FM (TST1867) FM 4474 797-07849-267 12/03/12 PRI (TST5878) FM 4474 GAF-782-02-02 08/30/17
FM (TST1867) FM 4474 3046054 12/21/12 PRI (TST5878) FM 4474 GAF-776-02-02 10/04/17
FM (TST1867) FM 4474 3047606 02/26/13 PRI (TST5878) Criticality GAF-793-02-01 12/08/17
FM (TST1867) FM 4474 3048122 04/29/13 PRI (TST5878) FM 4474 GAF-793-02-02 12/08/17
FM (TST1867) FM 4474 797-08217-267 05/01/13 PRI (TST5878) FM 4474 GAF-793-02-04 12/08/17
FM (TST1867) FM 4474 3047237 07/15/13 PRI (TST5878) FM 4474 GAF-834-02-01 02/28/18
FM (TST1867) FM 4474 3047636 08/08/13 PRI (TST5878) FM 4474 GAF-833-02-01 03/02/18
FM (TST1867) FM 4474 797-08873-267 11/26/13 PRI (TST5878) FM 4474 GAF-833-02-02 03/02/18
FM (TST1867) FM 4474 3048066 12/13/13 PRI (TST5878) FM 4474 GAF-902-02-02 02/27/19
FM (TST1867) FM 4474 797-09116-267 01/24/14 PRI (TST5878) FM 4474 GAF-926-02-01 07/17/19
FM (TST1867) FM 4474 797-09495-267 05/27/14 PRI (TST5878) FM 4474 376T0016 08/09/19
FM (TST1867) FM 4474 797-09594-267 06/24/14 PRI (TST5878) Criticality 376T0006-1 09/06/19
FM (TST1867) FM 4474 797-09892-267 08/12/14 PRI (TST5878) Criticality 376T0006-2 09/06/19
FM (TST1867) FM 4470 3051408 08/13/14 PRI (TST5878) Criticality 376T0006-3 09/06/19
FM (TST1867) FM 4470 3055411 04/14/15 PRI (TST5878) FM 4474 376T0025 09/06/19
FM (TST1867) FM 4474 3054498 11/30/15 PRI (TST5878) FM 4474 376T0026 09/06/19
FM (TST1867) FM 4474 RR205474 08/31/16 PRI (TST5878) FM 4474 37670043 12/04/19
FM (TST1867) FM 4474 RR206353 09/07/16 PRI (TST5878) FM 4474 37670167 06/07/21
FM (TST1867) FM 4474 3056728 11/09/16 PRI (TST5878) Criticality 37670168 06/07/21
FM (TST1867) FM 4474 3056822 11/14/16 PRI (TST5878) FM 4474 37670183 09/13/21
FM (TST1867) FM 4474 3055491 12/05/16 PRI (TST5878) FM 4474 376T0186 09/13/21
FM (TST1867) FM 4474 3058483 12/09/16 PRI (TST5878) FM 4474 37670187 09/13/21
FM (TST1867) FM 4474 RR208456 02/13/17 PRI (TST5878) FM 4474 41070026 12/15/21
FM (TST1867) FM 4474 RR208456 02/13/17 PRI (TST5878) FM 4474 37670313 07/19/22
FM (TST1867) FM 4474 3061218 05/10/17 PRI (TST5878) FM 4474 37670314 07/19/22
FM (TST1867) FM 4474 3061218 LTR 05/16/17 PRI (TST5878) FM 4474 376T0491.2 01/16/24
FM (TST1867) FM 4474 RR209927 06/23/17 PRI (TST5878) FM 4474 376T0470 02/13/24
FM (TST1867) FM 4474 RR210305 07/13/17 PRI (TST5878) FM 4474 376T0488.1 02/13/24
FM (TST1867) FM 4474 OMG LTR 12/14/17 PRI (TST5878) FM 4474 376T0512 04/30/24
FM (TST1867) FM 4474 RR212730 04/05/18 PRI (TST5878) Criticality 376T0536 07/24/24
FM (TST1867) FM 4472, 4470 3060870 05/29/18 PRI (TST5878) FM 4474 376T0565.2 10/16/24
FM (TST1867) FM 4474 3056933 07/19/18 PRI (TST5878) Criticality 376T0590 11/18/24
FM (TST1867) FM 4474 PRA49764 07/25/18 PRI (TST5878) Criticality 37670591 12/16/24
FM (TST1867) FM 4474 3061784 07/25/18 PRI (TST5878) FM 4474 376T0570.2 12/16/24
FM (TST1867) FM 4474 3055904 10/25/18 PRI (TST5878) FM 4474 376T0570.3 12/16/24
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ENTITY

FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)

Exam REFERENCE

FM 4474 RR215191-267
FM 4474 RR215193-267
FM 4474 PR450261

FM 4470 PR452971-R1
FM 4474 PR453353

FM 4474 PR452423

FM 4474 PR455468

FM 4474 PR455417

FM 4474 RR227079
Traceability PR459034

FM 4470 RR227768-267
FM 4474 PR457312

FM 4470 PR459831

FM 4474 PR456101

DaTE

11/07/18
11/08/18
10/22/19
01/28/20
01/31/20
02/06/20
07/01/20
12/23/20
03/10/21
03/24/21
04/09/21
04/20/21
04/21/21
06/24/21

ENTITY

PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
UL (QUA9625)
UL (QUA9625)

Exam
FM 4474
FM 4474
FM 4474
Criticality
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
Qc

Qc
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REFERENCE
376T0588.3
376T0589
376T0597.2
376T0606
376T0604.1
376T0604.2
376T0604.3
376T0640.2
376T0640.3
376T0669
376T0640.1
376T0675
Service Confirmation
Florida BCIS

4, PRODUCT DESCRIPTION:

Date
12/16/24
01/14/25
01/15/25
04/09/25
04/28/25
04/29/25
04/29/25
07/01/25
07/01/25
09/16/25
10/07/25
10/28/25
08/18/25
Current

This PEER covers GAF EverGuard PVC and PVC/KEE Roof Systems installed in accordance with GAF published
installation instructions and the Limitations of Use herein.

TABLE 1: EVALUATED MEMBRANES

MATERIAL STANDARD
Type Propuct PLANT(S)
REFERENCE TYPE GRADE

EverGuard® PVC 50, 60, 80-mil 11, IV uT

RooF COVER OR EverGuard® PVC KEE 50, 60, 80-mil 1, IV uT

Cap PLY EverGuard® PVC Fleeceback 50, 60, 80-mil M D444 1, IvV N/A uT
EverGuard® PVC KEE Fleeceback 50, 60, 80-mil 1, Iv uT
GAFGLAS® #75 Base Sheet AL, CA-F, GA-S

BASE SHEETS Tri-Ply® #75 Base Sheet ASTM D4601 1l N/A AL, CA-F, GA-S
GAFGLAS® #80 Ultima™ Base Sheet AL, GA-S
GAFGLAS® Stratavent® Nailable Venting Base Sheet ASTM D4897 1] N/A AL, GA-S
Ruberoid® 20 Smooth | S AR
Ruberoid® HW 20 Smooth ASTM D6163 | S AR

BasE PLYS: Ruberoid® HW 25 Smooth | S GA-S
Ruberoid® HW Smooth | S GA-S
Ruberoid® Mop Smooth ASTM D6164 I S GA-S
Ruberoid® Mop Smooth 1.5 | S GA-S
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TABLE 1: EVALUATED MEMBRANES

MATERIAL STANDARD
TYPE PRODUCT PLANT(S)
REFERENCE TYPE GRADE

GAFGLAS® #75 Base Sheet 1l N/A AL, CA-F, GA-S
Tri-Ply® #75 Base Sheet ASTM D4601 1l N/A AL, CA-F, GA-S
GAFGLAS #80 Ultima Base Sheet 1l N/A AL, GA-S
GAFGLAS® Ply 4 \% N/A AL, CA-F, GA-S
Tri-Ply Ply 4 Ply Sheet \% N/A AL, CA-F, GA-S
GAFGLAS® Ply 4 M ASTM D2178 \% N/A AL
GAFGLAS® FlexPly™ 6 VI N/A AL, GA-S
GAFGLAS® FlexPly™ 6 M \'! N/A AL
Ruberoid® 20 Smooth | S AR
Ruberoid® HW 20 Smooth | S AR
Ruberoid® HW 25 Smooth ASTM D6163 | S GA-S

VAPOR BARRIER Ruberoid® HW 30 Smooth | 5 AR

MEMBRANES: -
Ruberoid® HW Smooth | S GA-S
Ruberoid® Mop Smooth | S GA-S
Ruberoid® Mop Smooth 1.5 | S GA-S
R.uber0|d® Mop Plus SmF)oth ASTM DE164 | S GA-S
Liberty™ SBS Self-Adhering Cap Sheet | G AR, GA-S
Ruberoid® HW Granule | G GA-S
Ruberoid® Mop Granule I G CA-S, GA-S
Ruberoid® HW Plus Granule Il G GA-S
Ruberoid® Torch Smooth | S CA-S, GA-S, IN
Ruberoid® Torch Granule $\STM D6222 | G CA-S, GA-S, IN
GAF SA Vapor Retarder XL and XL40 N/A N/A N/A IN

5. LIMITATIONS:

This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer
of Record for any project on which this PEER, or previous versions thereof, is/was used for permitting or design
guidance. PEERs are not to be construed as representing any attributes not specifically listed, nor are PEERs to be
construed as an endorsement of the subject, or a recommendation for its use. There is no warranty by NEMO ETC,
LLC or Robert Nieminen, P.E., express or implied, as to any finding or other matter in this PEER, or as to any product
covered by the PEER.

This PEER is not for use in FBC High Velocity Hurricane Zone jurisdictions, as defined in FBC Chapter 2 (Broward
and Miami-Dade Counties).

5.1

5.2

5.3

5.4

55

5.6

5.6.1

This PEER pertains to above-deck roof components. Roof decks and structural members shall be in accordance
with requirements of the applicable Code to the satisfaction of the Authority Having Jurisdiction.

This PEER does not include evaluation of fire classification.

Refer to FBC or IBC 1505 for requirements and

limitations regarding roof assembly fire classification. Refer to FBC or IBC 2603 for requirements and limitations
concerning the use of foam plastic insulation.

This PEER does not include evaluation of roof edge termination. Refer to FBC 1504.5 or IBC 1504.6 for
requirements and limitations regarding edge securement for low-slope roofs.

Refer to FBC 1511 or IBC 1512 for requirements and limitations regarding recover installations.

For mechanically attached components over existing roof decks, fasteners shall be tested in the existing deck for
withdrawal resistance. A qualified design professional shall review the data for comparison to the minimum
requirements for the system. Testing shall be in accordance with ANSI/SPRI FX-1 or Testing Application Standard

TAS 105.
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5.6.2 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the
existing deck or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any
surface conditions exist that bring system performance into question, field uplift testing in accordance with
ANSI/SPRI IA-1, ASTM E907, FM Loss Prevention Data Sheet 1-52 or Testing Application Standard TAS 124 shall
be conducted on mock-ups of the proposed new roof assembly.

5.6.3 For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall
be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having
Jurisdiction, as documented through field uplift testing in accordance with ASTM E907, FM Loss Prevention Data
Sheet 1-52 or Testing Application Standard TAS 124.

5.7 Refer to Appendix 1 for system attachment requirements for wind load resistance.

5.7.1 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads,
and reflects the ultimate passing pressure divided by 2 (the 2 to 1 margin of safety per FBC 1504.9 has already
been applied). Refer to FBC or IBC 1609 for determination of design wind loads.

5.7.2 For mechanically attached components or partially-bonded insulation, the maximum design pressure for the
selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in accordance with
FBC or IBC Chapter 16. Elevated pressure zones shall employ an attachment density designed by a qualified design
professional to resist the elevated pressure criteria. Commonly used methods are ANSI/SPRI WD1, FM Loss
Prevention Data Sheet 1-29, Roofing Application Standard RAS 117 or RAS 137. Assemblies marked with an
asterisk* carry the limitations set forth in Section 2.2.10.1 of FM Loss Prevention Data Sheet 1-29 for Zone 2/3
enhancements.

5.7.3 For assemblies with all components fully bonded in place, the maximum design pressure for the selected assembly
shall meet or exceed critical design pressure determined in accordance with FBC or IBC Chapter 16. No rational
analysis is permitted for these systems.

5.8 Corrosion Resistance — Saltwater Environments:
Fasteners and connectors, if applicable, in areas within 3,000 feet of a saltwater coastline shall demonstrate
compliance with FBC 1711 to the satisfaction of the Authority Having Jurisdiction.

5.8 All components in the roof assembly shall have quality assurance audit in accordance with F.A.C. Rule 61G20-3.
Refer to the Product Approval of the component manufacturer for components listed in Appendix 1 that are
produced by a Product Manufacturer other than the report holder on Page 1 of this PEER.

6. INSTALLATION:

GAF EverGuard PVC and PVC/KEE Roof Systems shall be installed in accordance with GAF published installation
instructions, subject to the Limitations of Use noted herein.

7. BUILDING PERMIT REQUIREMENTS:
As required by the Building Official or Authority Having Jurisdiction to properly evaluate the installation of this
product.

. IMANUFACTURING PLANTS:

Contact the named QA entity for manufacturing facilities covered by F.A.C. Rule 61G20-3 QA requirements. Refer
to Section 4 herein for products and production locations having met codified material standards.

|

9. QUALITY ASSURANCE ENTITY:
UL, LLC—QUA9625: (360) 817-5512; bsai.inspections@ul.com

- THE 177-PAGES THAT FOLLOW FORM PART OF THIS PEER -
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APPENDIX 1: ATTACHMENT REQUIREMENTS FOR WIND UPLIFT RESISTANCE

TABLE DECK APPLICATION TYPE DESCRIPTION PAGE
1A Wood New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 12
18 Wood New or Reroof (Tear-Off) A-2 Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 13
1c Wood New, Reroof (Tear-Off) or Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 13
1p Wood New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 14
1e Wood New, Reroof (Tear-Off) or Recover C-2 Induction Welded Roof Cover 16
1F Wood New, Reroof (Tear-Off) or Recover D-1 Mechanically Attached Roof Cover 16
16 Wood New, Reroof (Tear-Off) or Recover E-1 Non-Insulated, Mechanically Attached Roof Cover 16
1H Wood New or Reroof (Tear Off) E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 21
2A Steel New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 22
2B Steel New or Reroof (Tear-Off) A-2 Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 23
2c Steel or Structural Concrete New, Reroof (Tear-Off) or Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 25
2D Steel or Structural Concrete New, Reroof (Tear-Off) or Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Base Ply, Bonded Cap Ply 52
2E Steel New, Reroof (Tear-Off) or Recover B-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 60
2F Steel New, Reroof (Tear-Off) or Recover B-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Base Ply, Bonded Cap Ply 66
26 Steel or Structural Concrete New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 68
2H Steel or Structural Concrete New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Base Ply, Bonded Cap Ply 101
21 Steel or Structural Concrete New, Reroof (Tear-Off) or Recover C-1A Thermal Barrier with Vapor Barrier, Mechanically Attached Insulation, Bonded Roof Cover 108
2 Steel New, Reroof (Tear-Off) or Recover C-2 Induction Welded Roof Cover 111
2K Steel New, Reroof (Tear-Off) or Recover D-1 Mechanically Attached Roof Cover 113
3A Structural concrete New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 115
3B Structural concrete New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Base Ply, Bonded Cap Ply 130
3c Structural concrete New, Reroof (Tear-Off) or Recover C-2 Induction Welded Roof Cover 134
3D Structural concrete New or Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 135
4A Deck with Lightweight Concrete New or Reroof (Tear Off) E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 136
4B Deck with Lightweight Concrete New or Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 137
4c Deck with Lightweight Concrete New or Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 139
5A Cementitious wood fiber New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 141
58 Cementitious wood fiber New or Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 142
6A Existing gypsum Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 143
68 Existing gypsum Reroof (Tear-Off) B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 145
6¢ Existing gypsum Reroof (Tear-Off) C-1 Mechanically Attached Insulation, Bonded Roof Cover 149
6D Existing gypsum Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 150
7A Various Recover A-1 Bonded Insulation, Bonded Roof Cover 151
78 Steel Recover C-2 Induction Welded Roof Cover 175
7c Steel Recover D-1 Insulated, Mechanically Attached Roof Cover 175
7D Concrete Recover F Non-Insulated, Bonded Roof Cover 176
8A Proprietary Deck Type New A-1 Bonded Insulation, Bonded Roof Cover 177
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The following notes apply to the systems outlined herein:
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1  The roof system evaluation herein pertains to above-deck roof components. Roof decks and structural members shall be in accordance with requirements of the applicable Code to the satisfaction of the Authority

Having Jurisdiction.

2 Unless otherwise noted, fasteners and stress plates shall be as follows. Recessed plates are not for use with cement-based or gypsum-based hardboard coverboards. Fasteners shall be of sufficient length for the

following engagements:

FASTENER/PLATE OPTIONS
PARTS
DEeck TYPE By LoOOSE PARTS PRE-ASSEMBLED PARTS MINIMUM ENGAGEMENT
Drill-Tec #12 Fastener, Drill-Tec #12 DP Fastener, Drill-Tec #12 DPH Fastener, Drill-Tec #14 Fastener . . . - .
. . . ” . ” . Drill-Tec 3” ASAP Flat, Drill-Tec 3” ASAP Recessed, Drill- Minimum %-inch plywood
or Drill-Tec #14 HD Fastener with Drill-Tec 3” Standard Steel Plate, Drill-Tec 3” Steel Plate, Drill-Tec . ¥ R o
Wood GAF . . . . ” Tec ASAP 3S or Drill-Tec Heavy Duty ASAP Roofing penetration or minimum 1-
AccuTrac Flat Plate, Drill-Tec AccuTrac Recessed Plate (insulation only), Drill-Tec 3” Flat Steel Plate . ” .
. ” Fastener Assembled with a 3” Metal Plate inch wood plank embedment
or Drill-Tec 3” Recessed Steel Plate
Drill-Tec #12 Fastener, Drill-Tec #12 DP Fastener, Drill-Tec #12 DPH Fastener, Drill-Tec #14 Fastener, | Drill-Tec 3” ASAP Flat, Drill-Tec 3” ASAP Recessed, Drill-
GAF Drill-Tec #14 HD Fastener, Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener with Drill-Tec 3” Tec ASAP 3S, Drill-Tec Heavy Duty ASAP Roofing Fastener
Standard Steel Plate, Drill-Tec 3” Steel Plate, Drill-Tec AccuTrac Flat Plate, Drill-Tec AccuTrac Assembled with a 3” Metal Plate or Drill-Tec Extra Heavy
Recessed Plate (insulation only), Drill-Tec 3” Flat Steel Plate or Drill-Tec 3” Recessed Steel Plate Duty ASAP Roofing Fastener —Insulation Minimum %-inch steel
Steel Note: Unless otherwise noted, Drill Tec #12 DF Fastener or Drill Tec #14 DF Fastener with Drill Tec 3” DF Steel Insulation Plate may be used in place of Drill-Tec #12 Fastener or Drill-Tec #14 penetration and engage the
Fastener with Drill-Tec 3” Standard Steel Plate when used to secure DensDeck Prime, SECUROCK Gypsum-Fiber Roof Board or SECUROCK Ultralight Coated Glass-Mat Roof Board to steel top flute of the steel deck
deck, up to a maximum allowable design pressure (MDP) of -120.0 psf.
Note: Unless otherwise noted, Drill Tec #12 DF Fastener or Drill Tec #14 DF Fastener with Drill Tec 3” DF Steel Insulation Plate may be used in place of Drill-Tec #12 Fastener or Drill-Tec #14
Fastener with Drill-Tec 3” Standard Steel Plate when used to secure min. 0.5-inch thick Structodek High Density Fiberboard Roof Insulation, EnergyGuard HD Polyiso Insulation or
EnergyGuard HD Plus Polyiso Insulation or min. 1.5-inch EnergyGuard POLYISO INSULATION or EnergyGuard Ultra Polyiso Insulation to steel deck.
Drill-Tec #14 Fastener, Drill-Tec #14 HD Fastener or Drill-Tec CD-10 with Drill-Tec 3” Standard Steel . ” .
. ” ) ) Drill-Tec 3” ASAP Flat (#14 only) or Drill-Tec Heavy Duty
GAF Plate, Drill-Tec 3” Steel Plate, Drill-Tec AccuTrac Flat Plate, Drill-Tec AccuTrac Recessed Plate ) . ” Minimum 1-inch embedment
) ) A ” ) ” ASAP Roofing Fastener Assembled with a 3” Metal Plate .
(insulation only), Drill-Tec 3” Flat Steel Plate or Drill-Tec 3” Recessed Steel Plate Fasteners installed with a
Structural Note: | Unless otherwise noted, Drill Tec #14 DF Fastener with Drill Tec 3” DF Steel Insulation Plate may be used in place of Drill-Tec #14 Fastener with Drill-Tec 3” Standard Steel Plate when used pilot hole in accordance with
Concrete to secure min. DensDeck Prime, SECUROCK Gypsum-Fiber Roof Board or SECUROCK Ultralight Coated Glass-Mat Roof Board to structural concrete deck, up to a maximum allowable the fastener manufacturer’s
design pressure (MDP) of -120.0 psf. . . X
published installation
Note: Unless otherwise noted, Drill Tec #14 DF Fastener with Drill Tec 3” DF Steel Insulation Plate may be used in place of Drill-Tec #14 Fastener with Drill-Tec 3” Standard Steel Plate when used instructions
to secure min. 0.5-inch thick Structodek High Density Fiberboard Roof Insulation, EnergyGuard HD Polyiso Insulation or EnergyGuard HD Plus Polyiso Insulation or min. 1.5-inch
EnergyGuard POLYISO INSULATION or EnergyGuard Ultra Polyiso Insulation to structural concrete deck.
3 RESERVED

4 Minimum 200 psi, minimum 2-inch thick FBC Approved lightweight insulating concrete may be substituted for, or installed below, rigid insulation board for System Types B-1, C-1, C-2, D-1 or D-2, whereby fasteners
are installed through the lightweight insulating concrete to engage the structural deck. The structural deck shall be of equal or greater type, thickness and strength to the steel and structural concrete deck listings.
Roof decks and structural members shall be in accordance with requirements of the applicable Code to the satisfaction of the Authority Having Jurisdiction. This is a wind uplift resistance allowance and does not
purport to address non-wind-uplift-related issues, such as deck venting or moisture levels within the LWIC and the potential effect on overlying components.

5 RESERVED
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6  Unless otherwise noted, insulation adhesive application rates are as follows.
v’ Ribbon or bead width is at the time of application; the ribbons/beads shall expand as noted in the manufacturer’s published instructions.
v If applying hot asphalt to concrete deck, deck shall be primed with ASTM D41 primer.
v' When multiple layers(s) of insulation and/or coverboard are installed in ribbon-applied adhesive, board joints shall be staggered.
v’ The maximum edge distance from the adhesive ribbon to the edge of the insulation board shall be not less than one-half the specified ribbons spacing.

INSULATION ADHESIVE REFERENCES
By ADHESIVE REFERENCE FBC MINIMUM RATE
GAF LRF Adhesive M ‘LRF-M’ None Continuous 0.75 to 1-inch ribbons, 12-inch o.c.
GAF GAF LRF Adhesive M Canister ‘LRF-M Canister’ None Continuous 1 to 1.5-inch ribbons, 12-inch o.c.
GAF LRF Adhesive XF ‘LRF-XF’ None Continuous 0.75 to 1-inch ribbons, 12-inch o.c.
OMG, Inc. OlyBond 500 Adhesive Fastener ‘OB500’ FL1608 Continuous 0.75-inch wide ribbons, 12-inch o.c. (PaceCart, SpotShot or Canister)
Generic, ASTM D312, Type IV hot asphalt N/A N/A Full coverage at 25-30 Ibs/square

7  Unless otherwise noted, all insulations are flat-stock or taper board of the minimum thickness noted. Tapered polyisocyanurate at the following thickness limitations may be substituted with the following
Maximum Design Pressure (MDP) limitations. In no case shall these values be used to ‘increase’ the MDP listings in the tables; rather if MDP listing below meets or exceeds that listed for a particular system in
the tables, then the thinner board listed below may be used as a drop-in for the equivalent thicker material listed in the table.

MDP LIMITATIONS FOR TAPERED POLYISOCYANURATE INSULATIONS
INSULATION MIN. TAPERED
ADHESIVE LISTED PRODUCT FBC FiLE ORNOA THICKNESS (IN) MDP (psf)
LRF-M EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso Insulation FL16311 0.5 -232.5
LRF-XF EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso Insulation FL16311 0.5 -292.5
LRF-XF EnergyGuard RA 25-0123.02 0.5 -487.5
0OB500 EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso Insulation FL16311 0.5 -292.5
OB500 EnergyGuard RA 25-0123.02 0.5 -487.5
hot asphalt Any EnergyGuard polyisocyanurate listed with adhesive herein Various 0.5 -240.0

8 For adhered roof insulation and board-size: Unless otherwise noted, refer to Section 2.2.10.6.2 of FM Loss Prevention Data Sheet 1-29.

9  For mechanically attached components or partially-bonded insulation, the maximum design pressure for the selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in
accordance with FBC or IBC Chapter 16. Elevated pressure zones shall employ an attachment density designed by a qualified design professional to resist the elevated pressure criteria. Commonly used methods
are ANSI/SPRI WD1, FM Loss Prevention Data Sheet 1-29, Roofing Application Standard RAS 117 and RAS 137. Assemblies marked with an asterisk* carry the limitations set forth in Section 2.2.10.1 of FM Loss
Prevention Data Sheet 1-29 for Zone 2/3 enhancements.

10  For assemblies with all components fully bonded, the maximum design pressure for the selected assembly shall meet or exceed critical design pressure determined in accordance with FBC or IBC Chapter 16. No
rational analysis is permitted for these systems.

11  For mechanically attached components over existing decks, fasteners shall be tested in the existing deck for withdrawal resistance. A qualified design professional shall review the data for comparison to the
minimum requirements for the system. Testing and analysis shall be in accordance with ANSI/SPRI FX-1 or Testing Application Standard TAS 105.

12 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the existing deck or existing roof surface shall be examined for compatibility with the adhesive to be
installed. If any surface conditions exist that bring system performance into question, field uplift testing shall be conducted on mock-ups of the proposed new roof assembly. For bonded insulation or membrane
over existing substrates in a recover installation, the existing roof system shall be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having Jurisdiction, as documented
through field uplift testing. Field uplift testing shall be in accordance with ASTM E907, FM Loss Prevention Data Sheet 1-52 or Testing Application Standard TAS 124.
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12A  Reference to “Existing gravel-surfaced asphaltic built-up roof, brushed / spudded and vacuumed to
remove loose gravel” in Table 7A is intended to convey an as-tested condition whereby any loose-gravel
that does not remain embedded in the asphalt flood coat after brushing and/or spudding be removed.
The gravel that remains embedded in the asphalt flood coat remains.

13 Referto FBC 1511 or IBC 1512 for requirements and limitations regarding recover installations. For Structural Concrete Deck or Recover Applications using System Type C-1 the base insulation layer is optional and
for System Type C-2, D-1 or D-2, the insulation is optional. Alternatively, an FBC Approved insulation board or coverboard may be used as a separation layer. Board products shall be preliminarily attached prior to
roof cover installation (Note 17). The separator component shall be documented as meeting FBC or IBC 1505 and, for foam plastic, FBC or IBC Chapter 26, when installed with the roof cover in Recover applications.

14  Lightweight insulating concrete (LWIC) shall be cast in accordance with FBC Section 1917 to the satisfaction of the Authority Having Jurisdiction. For systems where specific LWIC is referenced, refer to current
LWIC Product Approval for specific deck construction and limitations. Unless otherwise noted, for systems where specific LWIC is not referenced, the minimum design mix shall be 300 psi. In all cases, the minimum
top-coat thickness is 2-inches. For LWIC over structural concrete, reference is made to FBC Section 1917.4.1, Point 1.

14A  For “pre-existent” LWIC references, listings were established through testing over lightweight concrete cast using only foaming agent (ASTM C896), water and Portland cement (ASTM C150), with no proprietary
additives, in accordance with procedures adopted by Miami-Dade BCCO (FBC CER1592). Use of these listings in new construction or re-roof (tear-off) applications is at the discretion of the Designer or Record
and Authority Having Jurisdiction.
As a field QA measure of the pre-existent cellular lightweight concrete:
» Compressive strength testing shall be conducted in accordance with ASTM €513 and shall yield an average result as per the system listing.
» Field withdrawal resistance testing in accordance with Note 11 shall yield an average result as per the system listing.
» If question exists as to wind uplift performance of the pre-existent cellular lightweight concrete, or adhesion to the LWC surface, field uplift testing in accordance with Note 12 is recommended.
All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction
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15 For bonded membrane applications, unless otherwise noted, refer to the following.
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MEMBRANE / ADHESIVE COMBINATIONS
ROOF COVERS
REFERENCE MEMBRANE ADHESIVE APPLICATION RATE
EverGuard #2331 Contact . ) ’ ]
PVC-BA EverGuard PVC or EverGuard PVC KEE Bonding Adhesive (both sides) 1.67 to 1.80 gal/square (% applied to substrate and % applied to membrane)
EverGuard #2331 Contact , ) s )
PVC-BA-H EverGuard PVC or EverGuard PVC KEE Bonding Adhesive H (both sides) 1.67 to 2.0 gal/square (% applied to substrate and % applied to membrane)
EverGuard PVC Quick
PvC-QL EverGuard PVC Lay Adhesive Wet lay (substrate) 1 gal/square
PVC Quick Spray Contact 3.0 Ibs/square to both the substrate and to the membrane underside, and immediately
PVC-QS Everguard PVC or EverGuard PVC KEE Adhesive (both sides) rolled in. (6.0 lbs/square total rate)
PVCF-HA EverGuard PVC Fleeceback or EverGuard PVC KEE Fleeceback | hot asphalt Wet lay (substrate) 25 lbs/square
E WB181
PVCF-WB EverGuard PVC Fleeceback or EverGuard PVC KEE Fleeceback ver(?uard .8 Wet lay (substrate) 0.83 to 1.0 gal/square
Bonding Adhesive
1-inch wide ribbons spaced as noted in tables herein. Note: The adhesive ribbons are
PVCF-LM EverGuard PVC Fleeceback or EverGuard PVC KEE Fleeceback | GAF LRF Adhesive M Wet lay (substrate) located directly over the adhesive ribbons used to secure the insulation when the cover is
bonded to insulation less than 1.5-inch thick or “spatter pattern” at 0.55 to 0.75 gal/square.
GAF LRF Adhesive M “spatter pattern” at 0.3 gal/square.
PVCF-LMC EverGuard PVC Fleeceback or EverGuard PVC KEE Fleeceback ) Wet lay (substrate) Notes: PVCF-LMC (spatter) is an acceptable alternate to PVCF-LM (ribbons). Limited to MDP
Canister .
-90.0 psf over air permeable decks (wood, steel and CWF).
1-inch wide ribbons spaced as noted in tables herein. Note: The adhesive ribbons are
PVCF-LO EverGuard PVC Fleeceback or EverGuard PVC KEE Fleeceback | GAF LRF Adhesive O Wet lay (substrate) located directly over the adhesive ribbons used to secure the insulation when the cover is
bonded to insulation less than 1.5-inch thick.
PVCF-XF EverGuard PVC Fleeceback or EverGuard PVC KEE Fleeceback | GAF LRF Adhesive XF Wet lay (substrate) “spatter pattern” at 3.0 Ibs/sq.
OlvBond 500 “spatter pattern” at 0.32 gal/square (to insulation, coverboard or Tectum)
PVCF-OB EverGuard PVC Fleeceback or EverGuard PVC KEE Fleeceback Ca\:ﬂster Wet lay (substrate) “spatter pattern” at 0.83 gal/square (to asphaltic base ply membrane).
Note: PVCF-OB (spatter) is an acceptable alternate to PVCF-LO (ribbons).
SBS-CA Ruberoid 20 Smooth Matrix 102 SBS Membrane Adhesive 2.0 gal/square
SBS-CA1 Ruberoid 20 Smooth, Ruberoid Mop Smooth Matrix 101 Premium SBS Membrane Adhesive | 1.5-2.0 gal/square
One or two plies, GAFGLAS #75 Base Sheet, Tri-Ply #75 Base
BP-AA Sheet, GAFGLAS #80 Ultima Base Sheet hot asphalt 25 lbs/square
One or two plies, Ruberoid 20 Smooth, Ruberoid Mop
BS-AA h hal 251
SBS Smooth or Ruberoid Mop Smooth 1.5 otasphalt 5 Ibs/square
SBS-SA LIBERTY SBS Self-Adhering Cap Sheet Self-adhering Full bond
One or two plies, Ruberoid HW 20 Smooth, Ruberoid HW 25 .
SBS-TA Smooth, Ruberoid HW Smooth Torch-applied Full bond
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MEMBRANE / ADHESIVE COMBINATIONS
VAPOR BARRIERS
REFERENCE MATERIAL APPLICATION

VB-APP-TA (smooth) Ruberoid Torch Smooth Torch-applied

VB-APP-TA (granule) Ruberoid Torch Granule Torch-applied

VB-BP1-AA One or more GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, GAFGLAS #80 Ultima Base Sheet hot asphalt at 25 Ibs/square.
VB-BP2-AA One or two plies, GAFGLAS Ply 4, GAFGLAS Ply 4 M, Tri-Ply Ply 4 Ply Sheet, GAFGLAS FlexPly 6 or GAFGLAS FlexPly 6 M hot asphalt at 25 Ibs/square.
VB-SBS-AA Ruberoid 20 Smooth, Ruberoid Mop Smooth, Ruberoid Mop Smooth 1.5, Ruberoid Mop Plus Smooth or Ruberoid Mop Granule hot asphalt at 25 Ibs/square.
VB-SBS-CA Ruberoid 20 Smooth, Ruberoid Mop Smooth, Ruberoid Mop Smooth 1.5, Ruberoid Mop Plus Smooth or Ruberoid Mop Granule al\{ltalt;xg];l)/zsj.BS Membrane Adhesive
VB-SBS-SA Liberty SBS Self-Adhering Cap Sheet Self-adhering

VB-SBS-TA Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth, Ruberoid HW 30 Smooth, Ruberoid HW Smooth, Ruberoid HW Granule or Ruberoid HW Plus Granule Torch-applied

15A  For single-ply membranes in System Type D-1 steel deck applications, the roof membrane shall be run with its length perpendicular to the steel deck flutes.

15B  For System Type C-2 (induction weld):

15B.1  Care shall be taken to ensure that the plates do not line-up with membrane seams. This condition may preclude proper induction welding of the membrane to the plates.

15B.2  For assemblies using Drill-Tec RhinoBond PVC XHD Tread Safe Plate:
v' Drill-Tec Tread Safe Tubes are installed through the center hole of the Drill-Tec RhinoBond XHD Tread Safe Plate.
v" The insulation thickness shall be not less than 2-inches.
v" When rigid cement-board or gypsum-board is present, a 5/8-inch diameter hole shall be pre-drilled through the coverboard through which the Drill-Tec Tread Safe Tube is inserted prior to fastener installation.

15C  TruGround® Conductive Primer by Detec Systems, applied at 0.4 gal/square, may be applied to the substrate prior to membrane application for System Types C-2, D-1 or D-2 with no adverse effect on wind uplift
resistance. For System Type C-2, do not contaminate the induction weld stress plate with primer.

15D  TruGround® Conductive Primer by Detec Systems, applied at 0.4 gal/square, may be applied to the substrate prior to membrane-adhesive application with the following Maximum Design Pressure (MDP) limitations.
In no case shall these values be used to ‘increase’ the MDP listings in the tables; rather if MDP listing below meets or exceeds that listed for a particular system in the tables, then the optional use of TruGround
Conductive Primer is permissible.

LIMITATIONS FOR TRUGROUND® CONDUCTIVE PRIMER
DEeck TYPE SYSTEM TYPE SUBSTRATE OPTIONS MEMBRANE/ADHESIVE OPTIONS (NOTE 15) MDP (psF)
EnergyGuard HD Polyiso Cover Board, EnergyGuard HD Plus
A-1,A-2,B-1, | Polyiso Cover Board or Ultra HD Composite Insulation
Any B-2, B-3 or C- DensDeck Prime PVC-BA, PVC-BA-H, PVC-QS, PVCF-OB or PVCF-XF -142.5
1 DEXcell FA Glass Mat Roof Board
SECUROCK Gypsum-Fiber Roof Board
EnergyGuard HD Polyiso Cover Board, EnergyGuard HD Plus

Polyiso Cover Board or Ultra HD Composite Insulation PVC-BA, PVC-BA-H, PVC-QS, PVCF-OB or PVCF-XF -382.5
hi PVC-BA-H, PVC-QS or PVCF-XF -285.0
Monolithic DensDeck Prime Qs or
(structural concrete, Al PVC-BA or PVCF-OB -382.5
lightweight concrete, PVC-BA, PVC-BA-H or PVC-QS -285.0
DEXcell FA Glass Mat Roof Board
recover) PVCF-OB or PVCF-XF -382.5
. PVCF-XF -285.0
SECUROCK Gypsum-Fiber Roof Board
PVC-BA, PVC-BA-H, PVC-QS or PVCF-OB -382.5
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16 Thermal Barrier and/or Vapor Barrier Options:

16A  Structural Concrete Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.
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STRUCTURAL CONCRETE DECK: VAPOR BARRIER FOLLOWED BY ADHERED INSULATION
OPTION VAPOR BARRIER (NOTE 15) INSULATION ADHESIVE PER MDP
PRIMER
# TveE APPLICATION TaBLE 3A (psF)
C-VB-1. Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-APP-TA (granule) Torch-applied hot asphalt -225.0
C-VB-2. Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-BP-AA1 hot asphalt applied hot asphalt -360.0
C-VB-3. Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-BP2-AA or VB-SBS-AA hot asphalt applied hot asphalt -495.0
C-VB-4. None GAF SA Vapor Retarder XL Self-adhering LRF-M, 12-inch o.c. -180.0
C-VB-5. Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-APP-TA (granule), VB-SBS-AA, VB-SBS-CA, VB-SBS-SA or VB-SBS-TA See Note 15 LRF-M, 12-inch o.c. -180.0
C-VB-6. GAF SA Primer GAF SA Vapor Retarder Self-adhering LRF-M, 12-inch o.c. -202.5
C-VB-7. Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-BP1-AA, VB-BP2-AA or VB-SBS-AA hot asphalt applied LRF-M, 12-inch o.c. -495.0
C-VB-8. Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-APP-TA (granule) Torch-applied LRF-XF, 12-inch o.c. -169.0
C-VB-9. None GAF SA Vapor Retarder XL Self-adhering LRF-XF 12-inch o.c. -180.0
C-VB-10. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-APP-TA (granule), VB-SBS-AA, VB-SBS-CA, VB-SBS-SA or VB-SBS-TA See Note 15 LRF-XF, 12-inch o.c. -180.0
C-VB-11. | GAF SA Primer GAF SA Vapor Retarder Self-adhering LRF-XF, 12-inch o.c. -202.5
C-VB-12. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-SBS-SA Self-adhering LRF-XF, 12-inch o.c. -250.0
C-VB-13. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-BP1-AA, VB-BP2-AA or VB-SBS-AA hot asphalt applied LRF-XF, 12-inch o.c. -262.5
C-VB-14. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer Ruberoid 30 hot asphalt applied LRF-XF, 12-inch o.c. -270.0
C-VB-15. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-APP-TA (smooth) Torch-applied 0OB500, 12-inch o.c. -165.0
C-VB-16. | None GAF SA Vapor Retarder XL Self-adhering 0B500, 12-inch o.c. -180.0
C-VB-17. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-SBS-AA, VB-SBS-CA, VB-SBS-SA or VB-SBS-TA See Note 15 0OB500, 12-inch o.c. -180.0
C-VB-18. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-SBS-SA Self-adhering OB500, 12-inch o.c. -187.5
C-VB-19. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer Ruberoid 20 Smooth Matrix. 102 SBS Membrane 0OB500, 12-inch o.c. -202.5
Adhesive at 1.5 gal/square
C-VB-20. | GAF SA Primer GAF SA Vapor Retarder Self-adhering 0OB500, 12-inch o.c. -202.5
C-VB-21. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-APP-TA (granule) Torch-applied 0B500, 12-inch o.c. -225.0
C-VB-22. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer Ruberoid HW Smooth Torch-applied 0OB500, 12-inch o.c. -232.5
C-VB-23. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-BP1-AA, VB-BP2-AA or VB-SBS-AA hot asphalt applied 0B500, 12-inch o.c. -352.5
16B  Decks followed by Vapor Barrier followed by Lightweight Concrete (LWC): The lesser of the MDP listings below vs. that for the selected assembly from the Lightweight Concrete tables applies:
DECK FOLLOWED BY VAPOR BARRIER FOLLOWED BY CELLULAR LIGHTWEIGHT INSULATING CONCRETE
OPTION # 0T VAPOR BARRIER LIGHTWEIGHT CONCRETE PER MDP
TYPE ATTACH TABLE 4A OR 4C (NotE 14) PSF,
LWC-VB-1. Matrix 307 Premium Asphalt Base Ply (Optional): One or two plies Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth, Ruberoid HW Smooth Torch- Min. 200 psi Mearlcrete 825
Primer or ASTM D41 primer Cap Ply: Ruberoid HW Granule, Ruberoid HW Granule FR, Ruberoid HW Plus Granule, Ruberoid HW Plus Granule FR applied (FL13492)
LWC-VB-2. Matrix 307 Premium Asphalt Base Ply (Optional): One or two plies Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth, Ruberoid HW Smooth Torch- Min. 300 psi Celcore Cellular 135.0
Primer or ASTM D41 primer Cap Ply: Ruberoid HW Granule, Ruberoid HW Granule FR, Ruberoid HW Plus Granule, Ruberoid HW Plus Granule FR applied Concrete (FL2037)
LWC-VB-3. Matrix 307 Premium Asphalt Base Ply (Optional): One or two plies Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth, Ruberoid HW Smooth Torch- Min. 300 psi Elastizell 3025
Primer or ASTM D41 primer Cap Ply: Ruberoid HW Granule, Ruberoid HW Granule FR, Ruberoid HW Plus Granule, Ruberoid HW Plus Granule FR applied (FL4994)
LWC-VB-4. mf::; i?i\z;iﬂm;ﬁ s:irr’]:’::t Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth, Ruberoid HW Smooth Zg;ﬁg | Eﬂe'unu'éf?vrfé pre-existent -358.0
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16C  Existing Gypsum Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.
STRUCTURAL CONCRETE DECK: VAPOR BARRIER FOLLOWED BY ADHERED INSULATION
VAPOR BARRIER INSULATION ADHESIVE PER MDP
OPTION # PRIMER P
TYPE APPLICATION TABLE 6A PSF
G-VB-1. None GAF SA Vapor Retarder XL Self-adhering 0B500, 12-inch o.c. -45.0
16D  For System Types B-1, B-2, C-1, C-2, D-1 or D-2, 4-12 mil polyethylene (loose-laid) or GAF SA Vapor Retarder or GAF SA Vapor Retarder XL (self-adhered) may be installed atop the roof deck, or to a loose-laid thermal
barrier of DensDeck, DensDeck Prime, DensDeck StormX Prime, DEXcell Glass Mat Roof Board, DEXcell FA Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof Board, SECUROCK Ultralight Coated Glass Mat Roof
Board or SECUROCK Cement Roof Board, prior to installation of the insulation and roof cover. When adhering GAF SA Vapor Retarder to structural concrete, the substrate shall be primed with GAF SA Primer,
EverGuard TPO Quick Spray Adhesive or EverGuard TPO Quick Spray Adhesive LV50. When adhering GAF SA Vapor Retarder to gypsum or cement boards, the substrate shall be primed with GAF SA Primer,
EverGuard TPO Quick Spray Adhesive, EverGuard TPO Quick Spray Adhesive LV50 or Matrix 307 Premium Asphalt Primer. Refer to FM Loss Prevention Data Sheet 1-29 for design and installation limitations.
16E  For System Types E-1 or E-2 over wood deck, an optional temporary roof of GAF SA Vapor Retarder or GAF SA Vapor Retarder XL (self-adhered) may be installed atop the roof deck prior to installation of the base
sheet or roof cover. Consult GAF for maximum allowable exposure duration for these temporary roof components.
16F  Fire barrier of GAF VersaShield Solo™ Fire-Resistant Slip Sheet is optional in all assemblies when overlying components are mechanically fastened.
17  Insulation Attachment:
17A  Unless otherwise noted, insulation may be any one layer or combination of FBC Approved (Local or Statewide) board(s) that meet FBC or IBC 1505 and, for foam plastic, FBC or IBC Chapter 26, when installed with
the roof cover.
17B  For System Types B-1, C-1 or C-2, optional one or more layer(s) of FBC Approved board-stock roof insulation may be installed atop the substrate prior to mechanical attachment of the subsequent top layer, with
no adverse effect on the MDP performance limitation.
17C  Preliminary insulation attachment: Unless otherwise noted, use FBC Approved roofing fasteners and plates and refer to Section 2.2.10.1.3 of FM Loss Prevention Data Sheet 1-29.
©ONEMO ETC LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC PEER-GAF-008.A.R67 for FL3443-R63 (NON-HVHZ)
Certificate of Authorization #32455 GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411 Revision 67: 08/17/2026

TOP OF APPENDIX Appendix 1, Page 8 of 177


https://www.fmglobal.com/research-and-resources/fm-global-data-sheets
https://www.fmglobal.com/research-and-resources/fm-global-data-sheets

17D  Unless otherwise noted, insulation or coverboard attachment patterns for Type B-1, Type B-2, Type C-1 and C-2 systems are as outlined below.
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INSULATION ATTACHMENT PATTERNS — 4X4 FT BOARDS
-12-in.-—24-in.— 6-in.~-~18-in. - 6-in. 6-in. - 18-in. - 6-in.
1 ] I i
12-in l 6-in
1 ]
1 18-in
. ' 24-in,
24-in i
18-in. L
! 6-in.
| i
12-in 6-in. i
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INSULATION ATTACHMENT PATTERNS — 4X8 FT BOARDS
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©ONEMO ETC LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC PEER-GAF-008.A.R67 for FL3443-R63 (NON-HVHZ)
Certificate of Authorization #32455 GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411 Revision 67: 08/17/2026

TOP OF APPENDIX Appendix 1, Page 10 of 177



18 The following products are interchangeable within the scope of this PEER:
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ACCEPTABLE ALTERNATES
SuB-CATEGORY MANUFACTURER FBC FiLE OR NOA LisTED PRODUCT HEREIN ALTERNATE
EnergyGuard Polyiso Insulation EnergyGuard NH Polyiso Insulation
EnergyGuard Ultra Polyiso Insulation EnergyGuard NH Ultra Polyiso Insulation
ROOFING GAF FL16311 EnergyGuard HD Barrier Polyiso Cover Board, EnergyGuard NH HD Polyiso Cover Board,
INSULATION EnergyGuard HD Polyiso Cover Board EnergyGuard NH HD Barrier Polyiso Cover Board, EnergyGuard HD Plus Polyiso Cover
Board or EnergyGuard NH HD Plus Polyiso Cover Board
Georgia-Pacific Gypsum, LLC FL1250 DensDeck Prime DensDeck StormX Prime Roof Board
VAPOR BARRIER GAF N/A GAF SA Vapor Retarder XL GAF SA Vapor Retarder XL40

19 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads. Refer to FBC or IBC 1609 for determination of design wind loads. (Notes 9 and 10)
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TABLE 1A: WOOD DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

. — Base Insulation Layer Top Insulation Layer o
ec
e Attach Attach Roof Cover (Note 15)
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
BAREBACK MEEMBRANE APPLICATIONS:
Min. 15/32-inch Min. 1-inch EnergyGuard Polyiso Insulation or LRF-M, LRF-XF or (Optional) Additional layer(s) base LRF-M, LRF-XF or
W-1. plywood; 2 ft span EnergyGuard Ultra 0OB500 insulation OB500 PVC-BA, PVC-BA-H or PVC-QS -60.0
W-2 Min. 15/32-inch Min. 1-inch EnergyGuard Polyiso Insulation or LRF-M, LRF-XF or Min. 0.25-inch DensDeck Prime or LRF-M, LRF-XF or PVC-BA, PVC-BA-H, PVC-QL or -60.0
plywood; 2 ft span EnergyGuard Ultra 0OB500 SECUROCK Gypsum-Fiber Roof Board OB500 PVC-QS ’
Min. 15/32-inch Min. 1-inch EnergyGuard Polyiso Insulation or LRF-M, LRF-XF or Min. 0.25-inch DEXcell FA Glass Mat LRF-M, LRF-XF or
W-3 plywood; 2 ft span EnergyGuard Ultra 0B500 Roof Board 0B500 PVC-BA, PVC-BA-H or PVC-QS 600
W-a Min. 15/32-inch Min. 1-inch EnergyGuar.d Polyiso I.nsulatlon or 0B500 .(Optlor.mal) Additional layers base 0B500 PVC-BA, PVC-BA-H, PVC-QL or 675
plywood; 2 ft span EnergyGuard Ultra Polyiso Insulation insulation, flat or tapered PVC-QS
W-5 Min. 15/32-inch Min. 1-inch EnergyGuar~d Polyiso I.nsulatlon or 0B500, 6-inch o.c. .(Optlor)al) Additional layers base 0B500, 6-inch o.c. PVC-BA, PVC-BA-H, PVC-QL or 75.0
plywood; 2 ft span EnergyGuard Ultra Polyiso Insulation insulation, flat or tapered PVC-QS
Min. 15/32-inch Min. 1-inch EnergyGuard Polyiso Insulation or | LRF-M, LRF-XF or (Optional) Additional layer(s) base LRF-M, LRF-XF or
w-6 plywood; 2 ft span EnergyGuard Ultra OB500, 6-inch o.c. | insulation OB500, 6-inch o.c. PVC-BA, PVC-BA-H or PVC-QS 975
W-7 Min. 15/32-inch Min. 1-inch EnergyGuard Polyiso Insulation or LRF-M, LRF-XF or Min. 0.25-inch DensDeck Prime or LRF-M, LRF-XF or PVC-BA, PVC-BA-H, PVC-QL or 975
plywood; 2 ft span EnergyGuard Ultra 0OB500, 6-inch o.c. | SECUROCK Gypsum-Fiber Roof Board OB500, 6-inch o.c. | PVC-QS ’
Min. 15/32-inch Min. 1-inch EnergyGuard Polyiso Insulation or LRF-M, LRF-XF or Min. 0.25-inch DEXcell FA Glass Mat LRF-M, LRF-XF or
w-8. plywood; 2 ft span EnergyGuard Ultra 0B500, 6-inch o.c. | Roof Board 0B500, 6-inch o.c. PVC-BA, PVC-BA-H or PVC-QS 975
FLEECEBACK MEMBRANE APPLICATIONS:
W-9 Min. 15/32-inch Min. 1-inch EnergyGuard Polyiso Insulation or LRF-M, LRF-XF or (Optional) Additional layer(s) base LRF-M, LRF-XF or PVCF-LM (spatter), PVCF-LMC -60.0
’ plywood; 2 ft span EnergyGuard Ultra 0OB500 insulation OB500 (spatter), PVCF-XF or PVCF-OB ’
Min. 15/32-inch Min. 1-inch EnergyGuard Polyiso Insulation or LRF-M, LRF-XF or Min. 0.25-inch DensDeck Prime, LRF-M, LRF-XF or PVCF-LM (spatter), PVCF-LMC
W-10 lywood; 2 ft span EnergyGuard Ultra 0OB500 DEXcell FA Glass Mat Roof Board or 0OB500 (spatter), PVCF-XF or PVCF-OB -60.0
plywood; £Ttsp &Y SECUROCK Gypsum-Fiber Roof Board patter),
W-11 Min. 15/32-inch Min. 1-inch EnergyGuar.d Polyiso I.nsulatlon or 0B500 .(Optlor.mal) Additional layers base 0B500 PVCF-WB, PVCF-XF or PVCF-OB 675
plywood; 2 ft span EnergyGuard Ultra Polyiso Insulation insulation, flat or tapered
W-12 Min. 15/32-inch Min. 1-inch EnergyGuar.d Polyiso I.nsulatlon or 0B500, 6-inch o.c. .(Optlor.mal) Additional layers base 0B500, 6-inch o.c. | PVCF-WB, PVCF-XF or PVCF-OB 750
plywood; 2 ft span EnergyGuard Ultra Polyiso Insulation insulation, flat or tapered
W-13 Min. 15/32-inch Min. 1-inch EnergyGuard Polyiso Insulation or LRF-M, LRF-XF or (Optional) Additional layer(s) base LRF-M, LRF-XF or PVCEXF 975
plywood; 2 ft span EnergyGuard Ultra OB500, 6-inch o.c. | insulation OB500, 6-inch o.c. ’
. . . . . . Min. 0.25-inch DensDeck Prime,
Min. 15/32-inch Min. 1-inch EnergyGuard Polyiso Insulation or LRF-M, LRF-XF or LRF-M, LRF-XF or PVCF-LM (spatter), PVCF-LMC
W-14. lywood; 2 ft span EnergyGuard Ultra 0B500, 6-inch o.c DEXcell FA Glass Mat Roof Board or OB500, 6-inch o.c (spatter), PVCF-XF or PVCF-OB 975
plywood; 2Tt sp gy ' “© | SECUROCK Gypsum-Fiber Roof Board g G| lepatter),
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TABLE 18: WOOD DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE A-2: BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

System S Base Insulation Layer Top Insulation Layer TR
yste ec Vapor Barrier Attach Attach Roof Cover (Note 15)
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
BAREBACK MEMBRANE APPLICATIONS:
Min. 7/16-inch APA rated OSB, Min. 1.5-inch EnergyGuard
min. 15/32-inch APA rated CDX | GAF SA Vapor T . LRF-M, LRF-XF | (Optional) Additional layer(s) base LRF-M, LRF-XF
e plywood or min. 1-inch SYP Retarder XL Polyiso Insulation or or OB500 insulation or OB500 PVC-BA, PVC-BA-H or PVC-QS 750
EnergyGuard Ultra
wood plank or CLT; 2 ft span,
Min. 7/16-inch APA rated OSB, Min. 1.5-inch EnergyGuard
min. 15/32-inch APA rated CDX | GAF SA Vapor s . LRF-M, LRF-XF | Min. 0.25-inch DensDeck Prime or LRF-M, LRF-XF
W-16. K . Pol Insulat - -BA- - - -75.0
plywood or min. 1-inch SYP Retarder XL olviso Tnsufation o or OB500 SECUROCK Gypsum-Fiber Roof Board | or OB500 PVC-BA, PVC-BAH, PVC-QL or PVC-QS
EnergyGuard Ultra
wood plank or CLT; 2 ft span
Min. 7/16-inch APA rated OSB, Min. 1.5-inch EnergyGuard
min. 15/32-inch APA rated CDX | GAF SA Vapor s : LRF-M, LRF-XF | Min. 0.25-inch DEXcell FA Glass Mat LRF-M, LRF-XF
W-17. plywood or min. 1-inch SYP Retarder XL Polyiso Insulation or or OB500 Roof Board or OB500 PVC-BA, PVC-BA-H or PVC-QS -75.0
EnergyGuard Ultra
wood plank or CLT; 2 ft span
FLEECEBACK MEMBRANE APPLICATIONS:
Min. 7/16-inch APA rated OSB, Min. 1.5-inch EnerayGuard
W-18 min. 15/32-inch APA rated CDX | GAF SA Vapor Pol .isc; Insulation gr LRF-M, LRF-XF | (Optional) Additional layer(s) base LRF-M, LRF-XF | PVCF-LM (spatter), PVCF-LMC 750
plywood or min. 1-inch SYP Retarder XL v or OB500 insulation or OB500 (spatter), PVCF-XF or PVCF-OB '
EnergyGuard Ultra
wood plank or CLT; 2 ft span
Min. 7/16-inch APA rated OSB . . X R .
‘ Min. 0.25-inch DensDeck Prime,
min. 15/32-inch APA rated CDX | GAF SAVapor | Min-15-inch EnergyGuard |\ gp () o xr Q0. 2>-inch DensDeck Prime LRF-M, LRF-XF | PVCF-LM (spatter), PVCF-LMC
W-19 . . Polyiso Insulation or DEXcell FA Glass Mat Roof Board or -75.0
plywood or min. 1-inch SYP Retarder XL or OB500 . or OB500 (spatter), PVCF-XF or PVCF-OB
) EnergyGuard Ultra SECUROCK Gypsum-Fiber Roof Board
wood plank or CLT; 2 ft span

TABLE 1c: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

G e Base Insulation Layer Top Insulation Layer VIDP
ystem ec MDP
Roof C Note 15
No. (Note 1) Type Fasten Attach Type Attach oof Cover (Note 15) of
(Note 11) (Note 17) (Notes 6,7,8)
EVERGUARD PVC OR EVERGUARD PVC KEE APPLICATIONS:
Min. 15/32-inch plywood or 1-inch Min 2-inch EnergyGuard Polyiso Note 2 (#14 1 per Min. 0.25-inch SECUROCK PVC-BA, PVC-BA-H, PVC-
W-20. . . LRF-M, LRF-XF or OB500 -52.5
wood plank; 2 ft span Insulation Fastener only) 2.0 ft? Gypsum-Fiber Roof Board or QL or PVC-QS
in 2o -
Min. 15/32-inch plywood or 1-inch | Vi -inch EnergyGuard Polyiso | 5 (414 1per | Min.0.5-inch DensDeck LRF-M, LRF-XF or OB500, 6- PVC-BA, PVC-QL or PVC-
W-21. Insulation or EnergyGuard Ultra ) . . -52.5
wood plank; 2 ft span . . only) 2.0 ft Prime inch o.c. Qs
Polyiso Insulation
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN SPATTER APPLICATIONS:
W-22. Min. 15/32-inch plywood or 1-inch Min 2—|'nch EnergyGuard Polyiso Note 2 (#14 1 perz Min. 0.25—'|nch SECUROCK LRF-M, LRF-XF or OB500 PVCE-XE or PVCE-OB 525
wood plank; 2 ft span Insulation Fastener only) 2.0ft Gypsum-Fiber Roof Board
. . . Min 2-inch EnergyGuard Polyiso . .
W-23. Min. 15/32-inch plywood or 1-inch Insulation or EnergyGuard Ultra Note 2 (#14 1 per2 M!n. 0.5-inch DensDeck .LRF M, LRF-XF or OB500, 6 PVCE-XF or PVCF-OB 525
wood plank; 2 ft span . . only) 2.0 ft Prime inch o.c.
Polyiso Insulation
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NEmoO | etc.e

TABLE 1p: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

X Top Insulation Layer Roof Cover (Note 15)
System Deck (Note 1 Base Insulation Layer - MDP
No. [Note 1) (Note 13, Note 17) Type asten i Base Ply Cap Ply (psf)
(Note 11) (Note 17)
BAREBACK APPLICATIONS:
Min. 15/32-inch plywood; 2 Min. 0.5-inch EnergyGuard HD Drill-Tec #14 Fastener with Drill-Tec 3 in. 1 per "
W-24. ft span None Polyiso Cover Board Ribbed Galvalume Plate (Flat) 4.0 ft? None PVC-BA -30.0
Min. 15/32-inch plywood; 2 Min. 0.5-inch EnergyGuard HD Drill-Tec #14 Fastener with Drill-Tec 3 in. 1 per
W-25. N A . N PVC-BA -37.5*%
ft span one Polyiso Cover Board Ribbed Galvalume Plate (Flat) 3.2 ft2 one
Drill-Tec #14 Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
S S S S-S S -
2 & T 9 ‘ 4 ‘ g8 Te
W-26 Min. 15/32-inch plywood; 2 None Mm..O.S—mch EnergyGuard HD ) 1 per2 None PVC-BA or PVC-BA- -45.0%
ft span Polyiso Cover Board 2 2.7 ft H
E
E
W-27 Min. 15/32-inch plywood; 2 None Min. 1..5—|nch EnergyGuard Polyiso Drill-Tec #14 Fastener with Drill-Tec 3 in. 1 per2 None PVC-BA or PVC-QS 45.0%
ft span Insulation Recessed Steel Plate 4.0 ft
Min. 1.5-inch EnergyGuard Polyiso
. ) . Insulation, EnergyGuard Ultra
W-28 M!n. 15/32-inch plywood or (Optional) One or mc?re Polyiso Insulation, EnergyGuard Note 2 1 per2 None PVC-BA or PVC-BA- 525
1-inch wood plank; 2 ft span layers, any combination . K . 1.8 ft H
Polyiso-HD Composite Insulation or
Ultra HD Composite Insulation
W-29 M!n. 15/32-inch plywood or (Optional) One or mc?re Min. 0.25-inch DensDeck Prime Note 2 1 per None PVC-BA or PVC-BA- 525
1-inch wood plank; 2 ft span layers, any combination 1.8 ft? H
W-30 Min. 15/32-inch plywood; 2 None M|n.'0.5—|nch EnergyGuard HD D'r|II—Tec #14 Fastener with Drill-Tec 3 in. 1 per2 None PVC-BA-H or PVC- 525
ft span Polyiso Cover Board Ribbed Galvalume Plate (Flat) 1.8 ft: Qs
W-31 M!n, 15/32-inch plywood or (Optional) One o'r mc'>re M|n. 0.25-inch SECUROCK Gypsum- Note 2 1 per2 None PVC-BA or PVC-BA- -60.0
1-inch wood plank; 2 ft span layers, any combination | Fiber Roof Board 1.8 ft H
Min. 1.5-inch EnergyGuard Polyiso
. . x Insulation, EnergyGuard Ultra
.15/32- . R 1 -B -BA-
W-32 M!n 5/32-inch plywood or (Optional) One o.r mc'>re Polyiso Insulation, EnergyGuard Note 2 perz None PVC-BA or PVC-BA -60.0
1-inch wood plank; 2 ft span layers, any combination X K . 1.6 ft H
Polyiso-HD Composite Insulation or
Ultra HD Composite Insulation

ONEMO ETC LLC

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC
GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411
TOP OF APPENDIX

PEER-GAF-008.A.R67 for FL3443-R63 (NON-HVHZ)
Revision 67: 08/17/2026
Appendix 1, Page 14 of 177

Certificate of Authorization #32455



NEmoO | etc.e
TABLE 1p: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

X Top Insulation Layer Roof Cover (Note 15)
System Deck (Note 1 Base Insulation Layer B R MDP
No. {Note 1) Note 13, Note 17 Type asten trad Base Pl Cap PI (psf)
{ ) yp (Note 11) Note 17 Y pFly
Drill-Tec #14 Fastener, Drill-Tec #14 DF Fastener or
Drill-Tec #14 HD Fastener with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat), Drill-Tec 3” Flat Steel Plate,
Drill-Tec 3” Standard Steel Plate or Drill-Tec 3” DF
Steel Insulation Plate
B N & BB 4
Min. 0.25-inch DensDeck Prime or 5 5 5 5 5 5
Min. 15/32-inch plywood or | (Optional) One or more | SECUROCK Gypsum-Fiber Roof Board | 5 5 1 per PVC-BA, PVC-BA-H
W-33. 1-inch d plank: 2 ft lavers. any combination or Min. 0.5-inch EnergyGuard HD 5 LA 1.45 f2 None PVC-QS -67.5
-inch wood plank; span Vers, any Polyiso Cover Board or EnergyGuard | ;’ ! or g
HD Plus Polyiso Cover Board B i
B I S ~ T B2
575 5 57 5 5 5
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
Min. 15/32-inch plywood; 2 Min. 1.5-inch EnergyGuard Polyiso Drill-Tec #14 Fastener with Drill-Tec 3 in. 1 per PVCF-LMC, PVCF-XF
W-34. N ) N -45.0*
ft span one Insulation Recessed Steel Plate 4.0 ft? one or PVCF-OB
Min. 1.5-inch EnergyGuard Polyiso
. . . Insulation, EnergyGuard Ultra
Min. 15/32-inch pl | ! . 1 PVCF-XF or PVCF-
W-35 !n 5/32-inch plywood or (Optional) One o'r mc?re Polyiso Insulation, EnergyGuard Note 2 perz None ¢ orPve -52.5
1-inch wood plank; 2 ft span layers, any combination . A ) 1.8 ft: OB
Polyiso-HD Composite Insulation or
Ultra HD Composite Insulation
W-36 M!n. 15/32-inch plywood or (Optional) One o'r mc'>re Min. 0.25-inch DensDeck Prime Note 2 1 per2 None PVCF-XF or PVCF- 525
1-inch wood plank; 2 ft span layers, any combination 1.8 ft: oB
Min. 15/32-inch plywood or (Optional) One or more Min. 0.25-inch SECUROCK Gypsum- 1 per PVCF-XF or PVCF-
- N 2 N -60.
W-37 1-inch wood plank; 2 ft span layers, any combination | Fiber Roof Board ote 1.8 ft? one OB 600
Min. 1.5-inch EnergyGuard Polyiso
. ) . Insulation, EnergyGuard Ultra
W-38 M!n. 15/32-inch plywood or (Optional) One or mc?re Polyiso Insulation, EnergyGuard Note 2 1 per2 None PVCF-XF or PVCF- -60.0
1-inch wood plank; 2 ft span layers, any combination . X . 1.6 ft oB
Polyiso-HD Composite Insulation or
Ultra HD Composite Insulation
PVCF-HA, PVCF-LM
BS- 12-inch o.c.), PVCF-
Min. 15/32-inch plywood or (Optional) One or more Min. 0.25-inch SECUROCK Gypsum- 1 per SBS-AA, ( mc' o-c.),
W-39 1-inch wood plank; 2 ft span layers, any combination | Fiber Roof Board Note 2 1.8 ft? SBS-SA or LO (12-inch o.c.), -60.0
plank; 21tsp Ve M ' SBS-TA PVCF-XF or PVCF-
OB
©ONEMO ETC LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC PEER-GAF-008.A.R67 for FL3443-R63 (NON-HVHZ)
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NEmoO | etc.e
TABLE 1e: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

System Deck Insulation Layer Attachment MDP
Roof Cover (Note 15B)
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)

EVERGUARD PVC OR EVERGUARD PVC KEE:

Min. 15/32-inch APA
rated OSB or 1-inch

Drill-Tec #15 EHD Fastener or Drill-Tec XHD

(Optional) One or Fastener with Drill-Tec RhinoBond PVC XHD Plate,

EverGuard PVC or EverGuard PVC KEE

W-40. wood plank; 2 ft 2::;2:2;;:; any Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener 24 x 28-inch grid induction welded. 225
span with Drill-Tec RhinoBond PVC XHD Tread Safe Plate
Drill-Tec #14 Fastener, Drill-Tec #14 DF Fastener,
Min. 15/32-inch APA ' Drill-Tec #14. HD Fastener, Drill-Tec #15 DF.
rated. CDX plvwood (Optional) One or Fastener, Drill-Tec #15 EHD Fastener or Drill-Tec EverGuard PVC or EverGuard PVC KEE
W-41 ! Pl more layers, any XHD Fastener with Drill-Tec RhinoBond PVC XHD 24 x 28-inch grid -22.5

or 1-inch wood induction welded.

plank; 2 ft span Plate, Drill-Tec PVC IW Plate or Drill-Tec #14

Fastener or Drill-Tec XHD Fastener with Drill-Tec
RhinoBond PVC XHD Tread Safe Plate

Drill-Tec #15 EHD Fastener or Drill-Tec XHD

W-42. more layers, any Fa§tener with Drill-Tec Rhin‘oBond PVC XHD Plate,
wood plank; 2 ft combinatior; Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener

span with Drill-Tec RhinoBond PVC XHD Tread Safe Plate

Drill-Tec #14 Fastener, Drill-Tec #14 DF Fastener,
Drill-Tec #14 HD Fastener, Drill-Tec #15 DF
Fastener, Drill-Tec #15 EHD Fastener or Drill-Tec

combination

Min. 23/32-inch APA

i 8 parts per 4x8 ft board
rated OSB or 1-inch (Optional) One or P P EverGuard PVC or EverGuard PVC KEE

24 x 24-inch grid induction welded. -30.0
(Note 17)

Min. 19/32-inch APA

8 parts per 4x8 ft board
rated, CDX plywood

(Optional) One or EverGuard PVC or EverGuard PVC KEE

W-43 . more layers, any XHD Fastener with Drill-Tec RhinoBond PVC XHD 24 x 24-inch grid . . -30.0

or 1-inch wood L - . induction welded.

lank: 2 ft span combination Plate, Drill-Tec PVC IW Plate or Drill-Tec #14 Note 17
P ! P Fastener or Drill-Tec XHD Fastener with Drill-Tec
RhinoBond PVC XHD Tread Safe Plate
10 parts per 4x8 ft board
o ) . . . .
(I T T T ™1

Min. 23/32-inch APA (Optional) One or Drill-Tec #15 EHD Fastener or Drill-Tec XHD o o ) o o

W-44 rated OSB or 1-inch mc,;)re lavers. an Fastener with Drill-Tec RhinoBond PVC XHD Plate, EverGuard PVC or EverGuard PVC KEE 375
: wood plank; 2 ft combinZtior; Y Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener ® H induction welded. ’
span with Drill-Tec RhinoBond PVC XHD Tread Safe Plate
o o [e] [e] o
il
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TABLE 1e: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

NEmoO | etc.e

System Deck Insulation Layer Attachment MDP
o ¥ - Roof Cover (Note 15B)
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
10 parts per 4x8 ft board
o ) . . .
(B 1 1 1 ™
Drill-Tec #14 Fastener, Drill-Tec #14 DF Fastener, i
Min. 15/32-inch APA ' Drill-Tec #14. HD Fastener, Drill-Tec #15 DF. R R . R R
rated CDX plvwood (Optional) One or Fastener, Drill-Tec #15 EHD Fastener or Drill-Tec EverGuard PVC or EverGuard PVC KEE
W-45 P ng'd more layers, any XHD Fastener with Drill-Tec RhinoBond PVC XHD i o o 375
lank: 2 ft span combination Plate, Drill-Tec PVC IW Plate or Drill-Tec #14 | induction welded.
P ’ P Fastener or Drill-Tec XHD Fastener with Drill-Tec o . o o o
RhinoBond PVC XHD Tread Safe Plate x
L
| |
Min. 15/32-inch APA (Optional) One or Drill-Tec #15 EHD Fastener or Drill-Tec XHD
rated OSB or 1-inch P Fastener with Drill-Tec RhinoBond PVC XHD Plate, . . EverGuard PVC or EverGuard PVC KEE
W-46 more layers, any . . 18 x 24-inch grid . . -37.5
wood plank; 2 ft combination Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener induction welded.
span with Drill-Tec RhinoBond PVC XHD Tread Safe Plate
Drill-Tec #14 Fastener, Drill-Tec #14 DF Fastener,
Drill-Tec #14 HD F Drill-Tec #15 DF
Min. 15/32-inch APA , ril Tec #14 HD Fastener, Dril-Tec #15 OF
rated. CDX blvwood (Optional) One or Fastener, Drill-Tec #15 EHD Fastener or Drill-Tec EverGuard PVC or EverGuard PVC KEE
W-47 or 1—i;1ch wzgd more layers, any XHD Fastener with Drill-Tec RhinoBond PVC XHD 18 x 24-inch grid induction welded -37.5
lank: 2 ft span combination Plate, Drill-Tec PVC IW Plate or Drill-Tec #14 :
P ’ P Fastener or Drill-Tec XHD Fastener with Drill-Tec
RhinoBond PVC XHD Tread Safe Plate
12 parts per 4x8 ft board
16 x 24-inch grid
| N N N
& % T L [l
Min. 19/32-inch APA (Optional) One or Drill-Tec #15 EHD Fastener or Drill-Tec XHD . . °
W-48 rated OSB or 1-inch mc,;)re lavers. an Fastener with Drill-Tec RhinoBond PVC XHD Plate, EverGuard PVC or EverGuard PVC KEE 45.0
: wood plank; 2 ft combinZtior; Y Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener IS induction welded. ’
span with Drill-Tec RhinoBond PVC XHD Tread Safe Plate 2 . ¥ a
L] L] L]
g )
= #
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TABLE 1e: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER
SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

NEmoO | etc.e

System Deck Insulation Layer Attachment Roof Cover (Note 158 MDP
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
12 parts per 4x8 ft board
16 x 24-inch grid
| \l|\ \IF N \IF
i N o A
Drill-Tec #14 Fastener, Drill-Tec #14 DF Fastener, N [ o 5 I\ N
Min. 15/32-inch APA - Drill-Tec #14. HD Fastener, Drill-Tec #15 DFA z ' © x
rated. CDX blvwood (Optional) One or Fastener, Drill-Tec #15 EHD Fastener or Drill-Tec EverGuard PVC or EverGuard PVC KEE
W-49. or 1—i;1ch wzgd more layers, any XHD Fastener with Drill-Tec RhinoBond PVC XHD induction welded -45.0
lank: 2 ft span combination Plate, Drill-Tec PVC IW Plate or Drill-Tec #14 . . . . 3 .
P ’ P Fastener or Drill-Tec XHD Fastener with Drill-Tec
RhinoBond PVC XHD Tread Safe Plate
L] L] L ] L ]
o
[s))
: |
16 parts per 4x8 ft board
12 x 24-inch grid
Min. 19/32-inch APA (Optional) One or Drill-Tec #15 EHD Fastener or Drill-Tec XHD AN
W-50 rated OSB or 1-inch m:re lavers. an Fastener with Drill-Tec RhinoBond PVC XHD Plate, N o . . . o . . . EverGuard PVC or EverGuard PVC KEE 45.0
wood plank; 2 ft combinZtior; Y Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener induction welded. ’
span with Drill-Tec RhinoBond PVC XHD Tread Safe Plate e
L ] L ] L] L] L ] L] L] L)
N
16 parts per 4x8 ft board
12 x 24-inch grid
- - Ay - -
Drill-Tec #14 Fastener, Drill-Tec #14 DF Fastener, m_»l’“ \"T= '\;T'\;T"'\Q}FN—T; NT= N_T: Y
Min. 15/32-inch APA . Drill-Tec #14. HD Fastener, Drill-Tec #15 DF. X
rated. CDX plywood (Optional) One or Fastener, Drill-Tec #15 EHD Fastener or Drill-Tec o EverGuard PVC or EverGuard PVC KEE
W-51 or 1-i;1ch ngd more layers, any XHD Fastener with Drill-Tec RhinoBond PVC XHD S . . . . . . . . induction welded -45.0
lank: 2 ft span combination Plate, Drill-Tec PVC IW Plate or Drill-Tec #14 :
P ! P Fastener or Drill-Tec XHD Fastener with Drill-Tec e
RhinoBond PVC XHD Tread Safe Plate
L ] [ ] L] L] L] L] L L]
N

©ONEMO ETC LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC
GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411
TOP OF APPENDIX

PEER-GAF-008.A.R67 for FL3443-R63 (NON-HVHZ)
Revision 67: 08/17/2026
Appendix 1, Page 18 of 177



TABLE 1e: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

NEmoO | etc.e

System Deck Insulation Layer Attachment MDP
4 ¥ - Roof Cover (Note 15B)
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
10 parts per 4x8 ft board
o Jo . . . .
(B 1 1 1 (B
Drill-Tec #14 Fastener, Drill-Tec #14 DF Fastener, i
Min. 19/32-inch APA Drill-Tec #14. HD Fastener, Drill-Tec #15 DF. R R . R R
rated CDX plvwood One or more layers, Fastener, Drill-Tec #15 EHD Fastener or Drill-Tec EverGuard PVC or EverGuard PVC KEE
w-s2. | ng'd any combination, XHD Fastener with Drill-Tec RhinoBond PVC XHD 5 e alded 450
ke 2 ft sor min. 1-inch Plate, Drill-Tec PVC IW Plate or Drill-Tec #14 || fnduction welded.
P ’ P Fastener or Drill-Tec XHD Fastener with Drill-Tec o . o o o
RhinoBond PVC XHD Tread Safe Plate x
L
| |
14 parts per 4x8 ft board
A\ L, L, L L, e
A e i et
Min. 23/32-inch APA (Optional) One or Drill-Tec #15 EHD Fastener or Drill-Tec XHD
W-53 rated OSB or 1-inch mc'aare lavers. an Fastener with Drill-Tec RhinoBond PVC XHD Plate, . ° . ° . . . EverGuard PVC or EverGuard PVC KEE 525
wood plank; 2 ft combinZtior; Y Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener induction welded. ’
span with Drill-Tec RhinoBond PVC XHD Tread Safe Plate
L ] L L ] L] L ] L L ]
14 parts per 4x8 ft board
A
A LA DA A DA A DA A LA
Drill-Tec #14 Fastener, Drill-Tec #14 DF Fastener, = = = = = =
Min. 19/32-inch APA . Drill-Tec #14. HD Fastener, Drill-Tec #15 DF.
rated. CDX plvwood (Optional) One or Fastener, Drill-Tec #15 EHD Fastener or Drill-Tec R N . R . . . EverGuard PVC or EverGuard PVC KEE
W-54 or 1-i;1ch wzgd more layers, any XHD Fastener with Drill-Tec RhinoBond PVC XHD induction welded -52.5
lank: 2 ft span combination Plate, Drill-Tec PVC IW Plate or Drill-Tec #14 :
P ’ P Fastener or Drill-Tec XHD Fastener with Drill-Tec
RhinoBond PVC XHD Tread Safe Plate . . . . . . .
. . Drill-Tec #15 DF Fastener, Drill-Tec #15 EHD
’r\gltz;jlsl/ivzc;lor];horA::A (Optional) One or Fastener or Drill-Tec XHD Fastener with Drill-Tec
W-55 inch wl:)zd lank: 2 ft more layers, any RhinoBond PVC XHD Plate, Drill-Tec PVC IW Plate 24 x 32-inch grid (6 parts per 4x8 ft board) EverGuard PVC induction welded. -60.0
span plani; combination or Drill-Tec XHD Fastener with Drill-Tec RhinoBond
P PVC XHD Tread Safe Plate
Code compliant Drill-Tec #14 Fastener, Drill-Tec #14 DF Fastener or
i Drill-Tec #14 HD Fast ith Drill-Tec RhinoBond .
sheathing over (Optional) One or e ?S ener wi ri-tec 'T‘o on 9 x 24-inch o.c. EverGuard PVC or EverGuard PVC KEE
W-56 nominal No. 2 wood more layers, any PVC XHD Plate, Drill-Tec PVC IW Plate or Drill-Tec (min. 1-inch embed tint d structural bers) | induction welded -90.0
' combination #14 Fastener with Drill-Tec RhinoBond PVC XHD min. 2-inch embedment INto wood structural members :
trusses; 2 ft span
Tread Safe Plate
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TABLE 1e: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

System Deck Insulation Layer Attachment MDP
o ¥ - Roof Cover (Note 15B) P
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
Code compliant Drill-Tec #14 Fastener, Drill-Tec #14 DF Fastener or
sheathing over One or more I.ayers, Drill-Tec #14 HD Fz'astener with Drill-Tec RhlpoBond 9 x 24-inch o.c. EverGuard PVC or EverGuard PVC KEE
W-57 nominal No. 2 wood any combination, PVC XHD Plate, Drill-Tec PVC IW Plate or Drill-Tec in. 1-inch embed tint d structural b inducti Ided -105.0
) min. 1-inch #14 Fastener with Drill-Tec RhinoBond PVC XHD (min. 1-inch embedment into woogggguctural igmbaps) | Thduction welded.
trusses; 2 ft span
Tread Safe Plate

TABLE 1r: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Insulation (Note 13, Note 17 Roof Cover (Note 15) MDP
System Deck (Note 1) L ) Separator Sheet (Optional) P
No. Type | Attach Membrane I Fastener (Note 11) Attachment sf
EVERGUARD PVC OR EVERGUARD PVC KEE:
Drill-Tec XHD Fastener or Drill-Tec #15 EHD
Min. 15/32-inch APA One or more . EverGuard Polymat Separation EverGuard Fastener W|th.Dr|II-Tec 2-3/8 in. Barbed 6-inch o.c. within 6-inch wide laps
rated OSB or APA rated layers, any Prelim. L PVC or XHD Plate, Drill-Tec Eyehook AccuSeam R
W-58 ) L . Layer (3 0z/yd2) or Cushioning . W spaced 114-inch o.c. and sealed -30.0
CDX plywood or 1-inch combination, min. | attach Layer (6 0z/yd2) EverGuard Plate, Drill-Tec 2.4” Barbed Seam Plate, with @ 1.5-inch heat weld
wood plank; 2 ft span 1.0-inch 4 4 PVC KEE Drill-Tec 2-in. Double Barbed XHD Plates or ' ’
Drill-Tec 2.4” Scoop Seam Plate
Min. 19/32-inch APA One or more . EverGuard Drill-Tec XH[? Fastener, Drill-Tec #15 EHD . s . .
rated CDX plvwood or lavers. an prelim EverGuard Polymat Separation PVC or Fastener, Drill-Tec #15 DF Fastener, Drill- 9-inch o.c. within 6-inch wide laps
W-59 . Py v ! y . ’ Layer (3 oz/yd2) or Cushioning Tec #14 DF Fastener or Drill-Tec #14 spaced 114-inch o.c. and sealed -30.0
1-inch wood plank; 2 ft combination, min. | attach EverGuard . . . R .
. Layer (6 oz/yd2) Fastener with Drill-Tec 2-in. Double Barbed | with a 1.5-inch heat weld.
span 1.0-inch PVC KEE
XHD Plate
Min. 19/32-inch APA One or more _ EverGuard | Di-TecXHD Fastener, Drill-Tec #15 EHD . o
rated CDX plvwood or lavers. an prelim EverGuard Polymat Separation PVC or Fastener, Drill-Tec #15 DF Fastener, Drill- 9-inch o.c. within 6-inch wide laps
W-60 ) Py v ! y . ’ Layer (3 oz/yd2) or Cushioning Tec #14 DF Fastener or Drill-Tec #14 spaced 54-inch o.c. and sealed -45.0
1-inch wood plank; 2 ft combination, min. | attach EverGuard . . . R .
. Layer (6 oz/yd2) Fastener with Drill-Tec 2-in. Double Barbed | with a 1.5-inch heat weld.
span 1.0-inch PVC KEE
XHD Plate
Min. 19/32-inch APA One or more _ EverGuard | Di-TecXHD Fastener, Drill-Tec #15 EHD . o
rated CDX plvwood or lavers. an prelim EverGuard Polymat Separation PVC or Fastener, Drill-Tec #15 DF Fastener, Drill- 6-inch o.c. within 6-inch wide laps
W-61 . P v ! y . ’ Layer (3 oz/yd2) or Cushioning Tec #14 DF Fastener or Drill-Tec #14 spaced 114-inch o.c. and sealed -52.5
1-inch wood plank; 2 ft combination, min. | attach EverGuard . . . R .
. Layer (6 oz/yd2) Fastener with Drill-Tec 2-in. Double Barbed | with a 1.5-inch heat weld.
span 1.0-inch PVC KEE XHD Plate
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NEmMO | etc.e

TABLE 1r: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER
SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Insulation (Note 13, Note 17) Roof Cover (Note 15) MDP
System Deck (Note 1) Separator Sheet (Optional)
No. Type | Attach Membrane | Fastener (Note 11) I Attachment (psf)
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK:
EverGuard Drill-Tec XHD Fastener or Drill-Tec #15 EHD
Min. 15/32-inch APA One or more . PVC Fastener W|th.Dr|II-Tec 2-3/8 in. Barbed . o .
. EverGuard Polymat Separation XHD Plate, Drill-Tec Eyehook AccuSeam 6-inch o.c. within 6-inch wide laps
rated OSB or APA rated layers, any Prelim. L Fleeceback R ” .
W-62. . L ) Layer (3 oz/yd2) or Cushioning Plate, Drill-Tec 2.4” Barbed Seam Plate or spaced 114-inch o.c. and sealed -30.0
CDX plywood or 1-inch combination, min. | attach or EverGuard . » . R .
wood plank: 2 ft span 1.0-inch Layer (6 oz/yd2) PVC KEE Drill-Tec 2.4” Scoop Seam Plate or Drill-Tec with a 1.5-inch heat weld.
p ’ p ' #15 DF Fastener with Drill-Tec 2-3/8” DF
Fleeceback
Barbed Seam Plate

TABLE 1G: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeArR-OFF) oR RECOVER

SYSTEM TYPE E-1: NON-INSULATED, MECHANICALLY ATTACHED ROOF COVER

Roof Cover (Note 15)
System Deck (Note 1) Separator Sheet (Optional) MDP
No. Membrane Fastener (Note 11) Attachment (psf)
Min. 15/32-inch APA rated OSB | EverGuard Polymat Separation Layer | EverGuard PVC Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener with Drill-Tec It:;-lr;csh Z'c(;dwlltlrz?i:;nghcvggz
W-63. or APA rated CDX plywood or 1- | (3 oz/yd2) or Cushioning Layer (6 or EverGuard 2-3/8 in. Barbed XHD Plate, Drill-Tec Eyehook AccuSeam Plate, se’;legwith a2 1.5-inch r']e'at -30.0
inch wood plank; 2 ft span oz/yd2) PVC KEE Drill-Tec 2.4” Barbed Seam Plate or Drill-Tec 2.4” Scoop Seam Plate weld '

TABLE 1H: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) Base Fastener (Note 11) Attach Base Cap (psf)
hflr\:s./:c?gs;i-lln-ic:ch GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, 32 ga., 1-5/8-inch dia. tin 4-inch o.c. at min. 2-inch laps and
W-64. ply GAFGLAS #80 Ultima Base Sheet, GAFGLAS Stratavent | caps with 11 ga. annular 4-inch o.c. at four (4), equally SBS-AA or SBS-TA PVCF-HA -97.5
wood plank; 2 ft K . . p N
span Nailable Venting Base Sheet, Ruberoid 20 Smooth ring shank nails spaced, staggered center rows
©ONEMO ETC LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC PEER-GAF-008.A.R67 for FL3443-R63 (NON-HVHZ)
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck y P Y Roof Cover (Note 15 MDP
No. (Note 1) Type Attach (Notes 6,7,8) Type | Attach (Notes 6,7,8) (psf)
BAREBACK MEMBRANE APPLICATIONS:
Min. 22 ga., Type B, Min. 1.5-inch EnergyGuard Polyiso Insulation | LRF-M, LRF-XF or Min. 0.5-inch EnergyGuard HD Polyiso | LRF-M, LRF-XF or
51 Grade 33 steel or EnergyGuard Ultra Polyiso Insulation 0OB500 Cover Board OB500, 6-inch o.c. PVC-BA, PVC-QL or PVC-QL 750
Min. 22 ga., Type B, Min. 1.5-inch EnergyGuard Polyiso Insulation | LRF-M, LRF-XF or (Optional) Additional layer(s) base LRF-M, LRF-XF or
52 Grade 33 steel or EnergyGuard Ultra Polyiso Insulation OB500 insulation 0B500 PVC-BA, PVC-BA-H or PVC-QS 825
53 Min. 22 ga., Type B, Min. 1.5-inch EnergyGuard Polyiso Insulation | LRF-M, LRF-XF or Min. 0.25-inch DensDeck Prime or LRF-M, LRF-XF or PVC-BA, PVC-BA-H, PVC-QL or 825
’ Grade 33 steel or EnergyGuard Ultra Polyiso Insulation 0OB500 SECUROCK Gypsum-Fiber Roof Board OB500 PVC-QS ’
Min. 22 ga., Type B, Min. 1.5-inch EnergyGuard Polyiso Insulation | LRF-M or OB500,
4 Grade 40 steel or EnergyGuard Ultra Polyiso Insulation 6-inch o.c. None N/A PVC-QL or PVC-QS 90.0
Min. 22 ga., Type B, Min. 1.5-inch EnergyGuard Polyiso Insulation | LRF-M, LRF-XF or (Optional) Additional layer(s) base LRF-M, LRF-XF or

-5. PVC-BA, PVC-BA-H or PVC- -112.

55 Grade 40 steel or EnergyGuard Ultra Polyiso Insulation OB500, 6-inch o.c. | insulation OB500, 6-inch o.c. C-BA, PVC or PVC-Q5 >
Min. 22 ga., Type B, Min. 1.5-inch EnergyGuard Polyiso Insulation | LRF-M or OB500,

-6. N N/A PVC-BA or PVC-BA-H -120.
56 Grade 40 steel or EnergyGuard Ultra Polyiso Insulation 6-inch o.c. one / C-BAorPVC 0.0
5.7 Min. 22 ga., Type B, 59 Min. 1.5-inch EnergyGuard Polyiso Insulation | LRF-M, LRF-XF or Min. 0.25-inch DensDeck Prime or LRF-M, LRF-XF or PVC-BA, PVC-BA-H, PVC-QL or 150.0

’ ksi yield strength steel or EnergyGuard Ultra Polyiso Insulation 0OB500, 6-inch o.c. | SECUROCK Gypsum-Fiber Roof Board OB500, 6-inch o.c. | PVC-QS ’
Min. 22 ga., Type B, 59 Min. 1.5-inch EnergyGuard Polyiso Insulation | LRF-M, LRF-XF or Min. 0.25-inch DEXcell FA Glass Mat LRF-M, LRF-XF or
S-8. PVC-BA, PVC-BA-H or PVC-QS -150.0
ksi yield strength steel or EnergyGuard Ultra Polyiso Insulation 0OB500, 6-inch o.c. | Roof Board OB500, 6-inch o.c. or Q
Min. 22 ga., Type B, 59 Min. 1.5-inch EnergyGuard Polyiso Insulation | LRF-M, LRF-XF or Min. 0.5-inch EnergyGuard HD Polyiso | LRF-M, LRF-XF or

Ak . R . . . PVC-BA, PVC-QL or PVC-QL -150.

59 ksi yield strength steel or EnergyGuard Ultra Polyiso Insulation 0OB500, 6-inch o.c. | Cover Board 0OB500, 4-inch o.c. ¢ C-Qlor PVC-Q 500

FLEECEBACK MEMBRANE APPLICATIONS:

510 Min. 22 ga., Type B, Min. 1.5-inch EnergyGuard Polyiso Insulation | LRF-M, LRF-XFor | Min. 0.5-inch EnergyGuard HD Polyiso | LRF-M, LRF-XF or EXA(:CF;\'\//'C(FALQC(Z?;C& :\C/C)F' 50
Grade 33 steel or EnergyGuard Ultra Polyiso Insulation 0OB500 Cover Board OB500, 6-inch o.c. PVCF-XF, PVCF-OB or PVCF-WB

s11 Min. 22 ga., Type B, Min. 1.5-inch EnergyGuard Polyiso Insulation | LRF-M, LRF-XF or (Optional) Additional layer(s) base LRF-M, LRF-XF or PVCF-LM (spatter), PVCF-LMC 825

’ Grade 33 steel or EnergyGuard Ultra Polyiso Insulation 0OB500 insulation 0OB500 (spatter), PVCF-XF or PVCF-OB ’
Min. 0.25-inch DensDeck Pri

Min. 22 ga., Type B, Min. 1.5-inch EnergyGuard Polyiso Insulation | LRF-M, LRF-XF or In. 0.25-inch DensDeck Prime, LRF-M, LRF-XF or PVCF-LM (spatter), PVCF-LMC

512 Grade 33 steel or EnergyGuard Ultra Polyiso Insulation 0OB500 DEXcell FA Glass Mat Roof Board or 0OB500 (spatter), PVCF-XF or PVCF-OB -82.5

&y y SECUROCK Gypsum-Fiber Roof Board P !
513 Min. 22 ga., Type B, Min. 1.5-inch EnergyGuard Polyiso Insulation | LRF-M, LRF-XF or (Optional) Additional layer(s) base LRF-M, LRF-XF or PVCEXF 1125
’ Grade 40 steel or EnergyGuard Ultra Polyiso Insulation OB500, 6-inch o.c. | insulation OB500, 6-inch o.c. ’

Min. 22 ga., Type B, Min. 1.5-inch EnergyGuard Polyiso Insulation | LRF-M or OB500,

S Grade 40 steel or EnergyGuard Ultra Polyiso Insulation 6-inch o.c. None N/A PVCF-WB 120.0
Min. 22 ga., Type B, Min. 1.5-inch EnergyGuard Polyiso Insulation | LRF-M or OB500,

S Grade 40 steel or EnergyGuard Ultra Polyiso Insulation 6-inch o.c. None N/A PVCF-OB 120.0

in. 0.25-inch DensD i

Min. 22 ga., Type B,59 | Min. 1.5-inch EnergyGuard Polyiso Insulation | LRF-M, LRF-XF or | - 0-25-inch DensDeck Prime, LRF-M, LRE-XFor | PVCF-LM (spatter), PVCF-LMC

S ksi yield strength steel or EnergyGuard Ultra Polyiso Insulation 0B500, 6-inch o.c DEXcell FA Glass Mat Roof Board or 0OB500, 6-inch o.c (spatter), PVCF-XF or PVCF-OB -150.0

Y 6 &Y Y ’ " | SECUROCK Gypsum-Fiber Roof Board ! - P !
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

System Deck Base Insulation Layer Top Insulation Layer MDP
Roof Cover (Note 15)
No. (Note 1) Type Attach (Notes 6,7,8) Type Attach (Notes 6,7,8) (psf)
PVCF-LM (4-inch o.c.), PVCF-LO
17 Min.22ga, Type 8,59 | Min. 1.5-inch EnergyGuard Polyiso Insulation | LRF-M, LRE-XF or | Min. 0.5-inch EnergyGuard HD Polyiso | LRF-M, LREXFor | "¢ i ) IE;C?-;glor over- | 1500
’ ksi yield strength steel or EnergyGuard Ultra Polyiso Insulation 0B500, 6-inch o.c. | Cover Board 0B500, 4-inch o.c. o8B e ’
TABLE 2B: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-2: BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER
Base Insulation Layer Top Insulation Layer
System 2GS Vapor Barrier v e y Roof Cover (Note 15) MDP
No. (Note 1) Type | Attach (Notes 6,7,8) Type | Attach (Notes 6,7,8) (psf)
BAREBACK MEMBRANE APPLICATIONS:
R One or more layer(s), min. LRF-M, LRF-XF or
Min. 22 ga., Type B, . . .
5-18. | 38ksiyield GAF SAVapor | 1.5-inch EnergyGuard Polylso | OBS00, 12-inch | N/A PVC-BA, PVC-BA-H or PVC-QS 97.5
Retarder XL Insulation or EnergyGuard o.c. (atop every-
strength steel . .
Ultra Polyiso Insulation other deck flange)
Min. 22 ga., Type B, One or more layer(s), min. LRF-M, LRF-XF or gEI;.c(e)I.IZFSP-«IrC]-ICIZSST\;I]Z't);ZkofPrBIcr:;’d or
5-19. | 38ksiyield GAF SAVapor | L3-inch EnergyGuard Polyiso | OB300, 12iinch | g ¢ jpock Gypsum-Fiber Roof Board | LR FRFXFOT 1 pye g pycpah or Puc-as 97.5
Retarder XL Insulation or EnergyGuard o.c. (atop every- | X 0OB500
strength steel ) . or min. 0.5-inch EnergyGuard HD
Ultra Polyiso Insulation other deck flange) R
Polyiso Cover Board
One or more layer(s), min. LRF-M, LRF-XF or
Min. 22 ga., Type B, | GAF SA Vapor 1.5-inch EnergyGuard Polyiso | OB500, 6-inch o.c.
5-20. Grade 40 steel Retarder XL Insulation or EnergyGuard (atop every deck None N/A PVC-BA, PVC-BA-H or PVC-QS 125
Ultra Polyiso Insulation flange)
Min. 22 ga., Type B, One or more layer(s), min. LRF-M, LRF-XF or
s21 Grade 50 steel; 6 ft GAF SA Vapor 1.5-inch EnergyGuard Polyiso | OB500, 6-inch o.c. | Min. 0.5-inch EnergyGuard HD Polyiso | LRF-M, LRF-XF or PVC-BA, PVC-BA-H, PVC-QL or 1125
: span, #12-24 HWH Retarder XL Insulation or EnergyGuard (atop every deck Cover Board OB500, 6-inch o.c. | PVC-QS ’
screws, 6” o.c. Ultra Polyiso Insulation flange)
One or more layer(s), min. LRF-M, LRF-XF or
Min. 22 ga., Type B, GAF SA Vapor 1.5-inch EnergyGuard Polyiso | OB500, 6-inch o.c.
S Grade 50 steel Retarder XL Insulation or EnergyGuard (atop every deck None N/A PVC-BA, PVC-BA-H or PVC-QS 127.5
Ultra Polyiso Insulation flange)
One or more layer(s), min. LRF-M, LRF-XF or
Min. 22 ga., Type B, GAF SA Vapor 1.5-inch EnergyGuard Polyiso 0B500, 6-inch o.c. . . . LRF-M, LRF-XF or PVC-BA, PVC-BA-H, PVC-QL or
-23. .0.25- -127.5
S2E Grade 50 steel Retarder XL Insulation or EnergyGuard (atop every deck Min. 0.25-inch DensDeck Prime OB500, 6-inch o.c. PVC-QS
Ultra Polyiso Insulation flange)
One or more layer(s), min. LRF-M, LRF-XF or
Min. 22 ga., Type B, GAF SA Vapor 1.5-inch EnergyGuard Polyiso 0OB500, 6-inch o.c. Min. 0.25-inch DEXcell FA Glass Mat LRF-M, LRF-XF or
-24. . - -BA- - -127.
Sk Grade 50 steel Retarder XL Insulation or EnergyGuard (atop every deck Roof Board OB500, 6-inch o.c. PVC-BA, PVC-BA-H or PVC-QS 73
Ultra Polyiso Insulation flange)
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TABLE 2B: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE A-2: BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

System Deck X Base Insulation Layer Top Insulation Layer MDP
Vapor Barrier Roof Cover (Note 15)
No. (Note 1) Type Attach (Notes 6,7,8) Type Attach (Notes 6,7,8) (psf)
One or more layer(s), min. LRF-M, LRF-XF or
Min. 22 ga., Type B, GAF SA Vapor 1.5-inch EnergyGuard Polyiso | OB500, 6-inch o.c. | Min. 0.25-inch SECUROCK Gypsum- LRF-M, LRF-XF or
S Grade 50 steel Retarder XL Insulation or EnergyGuard (atop every deck Fiber Roof Board OB500, 6-inch o.c. PVC-BA, PVC-BA-H or PVC-QS 127.5
Ultra Polyiso Insulation flange)
FLEECEBACK MEMBRANE APPLICATIONS:
. One or more layer(s), min. LRF-M, LRF-XF or
Min. 22 ga., T B . . .
o6 | 38revieny TC7 | GAFSAVapor | L.5-inch EnergyGuard Polyiso | OBS00, 12-inch | s PVCF-LM (spatter), PVCF-OB, 075
: stren \t/h steel Retarder XL Insulation or EnergyGuard o.c. (atop every- PVCF-XF or PVCF-WB ’
J Ultra Polyiso Insulation other deck flange)
R One or more layer(s), min. LRF-M, LRF-XF or . X .
Min. 22 ga., Type B i ’ ) P Min. 0.25-inch DensDeck Prime,
- 2283, TYPEE, | GAFsAvVapor | 1.5-inch EnergyGuard Polyiso | OB500, 12-inch in. 0.25-Tg Dengack Prifgg LRF-M, LRE-XFor | PVCF-LM (spatter), PVCF-OB,
S-27. 38 ksi yield . DEXcell FA Glass Mat Roof Board or -97.5
Retarder XL Insulation or EnergyGuard o.c. (atop every- Y OB500 PVCF-XF or PVCF-WB
strength steel . . SECUROCK Gypsum-Fiber Roof Board
Ultra Polyiso Insulation other deck flange)
R One or more layer(s), min. LRF-M, LRF-XF or
Min. 22 ga., Type B, | rpcay 1.5-inch EnergyGuard Polyiso | OB500, 12-inch Min. 0.5-inch EnergyGuard HD Polyiso | LRF-M, LRF-XF or
$28. | 38ksiyield apor ~>-Inch Energy 4 g TR gy Y ' PVCF-OB, PVCF-XF or PVCF-WB 975
Retarder XL Insulation or EnergyGuard o.c. (atop every- Cover Board OB500
strength steel . .
Ultra Polyiso Insulation other deck flange)
One or more layer(s), min. LRF-M, LRF-XF or
Min. 22 ga., Type B, GAF SA Vapor 1.5-inch EnergyGuard Polyiso | OB500, 6-inch o.c.
Sl Grade 50 steel Retarder XL Insulation or EnergyGuard (atop every deck None N/A PVCE-XF 127.5
Ultra Polyiso Insulation flange)
One or more layer(s), min. LRF-M, LRF-XF or . . .
Min. 22 ga., Type B, | GAF SA Vapor 1.5-inch EnergyGuard Polyiso | OBS500, 6inch o.c. | M- 0-25-inch DensDeck Prime, LRF-M, LRF-XF or | PVCF-LM (spatter), PVCF-OB,
S-30. ) DEXcell FA Glass Mat Roof Board or . -127.5
Grade 50 steel Retarder XL Insulation or EnergyGuard (atop every deck . OB500, 6-inch o.c. | PVCF-XF
. . SECUROCK Gypsum-Fiber Roof Board
Ultra Polyiso Insulation flange)
One or more layer(s), min. LRF-M, LRF-XF or
Min. 22 ga., Type B, GAF SA Vapor 1.5-inch EnergyGuard Polyiso | OB500, 6-inch o.c. | Min. 0.5-inch EnergyGuard HD Polyiso | LRF-M, LRF-XF or
-31. . PVCF-OB or PVCF-XF -127.5
A Grade 50 steel Retarder XL Insulation or EnergyGuard (atop every deck Cover Board 0OB500, 6-inch o.c. or
Ultra Polyiso Insulation flange)
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
EVERGUARD PVC OR EVERGUARD PVC KEE / EVERGUARD #2331 BONDING ADHESIVE OR EVERGUARD #2331 BONDING ADHESIVE H APPLICATIONS:
. l\/lln.2-|nch Ene:rgyGuard Min. 0.5-inch EnergyGuard HD Polyiso Cover Board
Min. 22 ga., Type B, Grade 33 | Polyiso Insulation or .
) K 1 per or EnergyGuard HD Plus Polyiso Cover Board or PVC-BA or PVC-
S-32. steel or min. 2,500 psi EnergyGuard Ultra Note 2 . . . . hot asphalt -30.0
. . . 1.8 ft? min. 1.5-inch EnergyGuard Polyiso-HD Composite BA-H
structural concrete Polyiso Insulation Polyiso . . .
. Insulation or Ultra HD Composite Insulation
Insulation
Min. 22 ga., Type B, Grade 33 . .
. K Min. 1.5-inch 1 per . . . PVC-BA or PVC- N
S-33. steel or min. 2,500 psi EnergyGuard RA Note 2 20f2 Additional layers of base insulation hot asphalt BA-H -45.0
structural concrete
Min. 22 ga., Type B, Grade 33 . )
S-34. steel or min. 2,500 psi Min. 2-inch EnergyGuard Note 2 1 per Additional layers of base insulation hot asphalt PVC-BA or PVC -45.0*
RA 4.0 ft? BA-H
structural concrete
. l\/lln.2-|nch EngrgyGuard Min. 0.5-inch EnergyGuard HD Polyiso Cover Board
Min. 22 ga., Type B, Grade 33 | Polyiso Insulation or .
535 steel or min. 2,500 osi EneravGuard Ultra Note 2 1 per or EnergyGuard HD Plus Polyiso Cover Board or LRF-M or PVC-BA or PVC- 30,0
: SR 4 : . 1.8t | min. 1.5-inch EnergyGuard Polyiso-HD Composite | OB500 BA-H :
structural concrete Polyiso Insulation Polyiso . . .
. Insulation or Ultra HD Composite Insulation
Insulation
Min. 22 ga., Type B, Grade 33 . . Min. 0.25-inch DensDeck Prime, DEXcell FA Glass
Min. 1.5-inch 1 PVC-BA or PVC-
$-36. | steel or min. 2,500 psi . L>1ne Note 2 PET | Mat Roof Board or SECUROCK Gypsum-Fiber Roof | OB500 or -37.5*
EnergyGuard RA 3.2 ft BA-H
structural concrete Board
Min. 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso
1 PVC-BA or PVC-
5-37. steel or min. 2,500 psi Insulation or Note 2 PEr | Additional layers of base insulation 0B500 CBAorpvC -45.0*
2.0 ft? BA-H
structural concrete EnergyGuard Ultra
Polyiso Insulation
Min. 22 ga.., Type B, G.rade 33 ) ) 1 per One.or more Ia.|yers, min. 1.5-inch EnergyGua.\rd PVC-BA or PVC-
S-38. steel or min. 2,500 psi Min. 0.5-inch DensDeck Note 2 20f2 Polyiso Insulation or EnergyGuard Ultra Polyiso OB500 BAH -45.0*
structural concrete ’ Insulation
Min. 22 ga., T B Min. 1.5-i
5-39 st(ler:el or rg:"; ;230' Csiirade 3 EnIZr é;g:g Polviso Note 2 1 per Min. 0.5-inch Structodek High Density Fiberboard 0B500 PVC-BA or PVC- -45.0*
’ P £oP0P 8y Y 3.2 ft2 | Roof Insulation BA-H ’
structural concrete Insulation
Min. 22 ga., Type B, Grade 33 . . . . . A
. 1.5- 1 . 0.5- D -B -
540, steel or min. 2,500 psi Min. 1.5-inch Note 2 perz Min. 0.5 mch Structodek High Density Fiberboard 0B500 PVC-BA or PVC -45.0%
EnergyGuard RA 2.0ft Roof Insulation BA-H
structural concrete
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
Min 1.5-inch
Min. 22 ga.., Type B, G.rade 33 Energy.Guard Polyiso 1 per Addltlo.nal optional Iayerﬁ, min. F).S-lnch base LRE-M or PVC-BA or PVC-
S-41. steel or min. 2,500 psi Insulation or Note 2 2082 insulation followed by Min. 0.5-inch Structodek OB500 BA-H -45.0*
structural concrete EnergyGuard Ultra ’ High Density Fiberboard Roof Insulation
Polyiso Insulation
. Min 2-inch EnergyGuard . . . .
Min. 22 ga.., Type B, G.rade 33 Polyiso Insulation or 1 per Addmc?nal optional Iayerfs, min. F).S—mch base LRF-M or PVC-BA or PVC-
S-42. steel or min. 2,500 psi Note 2 ) insulation followed by Min. 0.5-inch Structodek -45.0*
EnergyGuard Ultra 4.0 ft ) _ - ) 0OB500 BA-H
structural concrete . . High Density Fiberboard Roof Insulation
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 . ) Min. 0.25-inch DensDeck Prime, DEXcell FA Glass
. . Min 1.5-inch 1 . PVC-BA or PVC-
543, | steel or min. 2,500 psi in 1.5-inc Note 2 PET | Mat Roof Board or SECUROCK Gypsum-Fiber Roof | OBS00 CBAOrPVC -45.0*
EnergyGuard RA 2.0ft? BA-H
structural concrete Board
Min. 22 ga., Type B, Grade 33 . Min. 0.25-inch DensDeck Prime, DEXcell FA Glass
S-44. steel or min. 2,500 psi Min 2-inch EnergyGuard Note 2 1 per Mat Roof Board or SECUROCK Gypsum-Fiber Roof OB500 PVC-BA or PVC -45.0*
RA 4.0 ft? BA-H
structural concrete Board
sas :f;’;l fj ﬁf‘m sz ‘;‘;g' firade 33 | Min 1.5-inch Note 2 Lper | Min. 0.25-inch SECUROCK Ultralight Coated Glass- | o o PVC-BA or PVC- 45.0¢
’ e P EnergyGuard RA 2.0ft2 | Mat Roof Board BA-H ’
structural concrete
Min. 22 ga., T B
546 st(lar:el or ﬁflr; g[;?)o, Csiirade 3 Min 2-inch EnergyGuard Note 2 1 per Min. 0.25-inch SECUROCK Ultralight Coated Glass- 0B500 PVC-BA or PVC- 45.0*
’ . P RA 4.0ft> | Mat Roof Board BA-H ’
structural concrete
Min 1.5-inch
X . Additional optional layer(s), min. 0.5-inch base
7 'S\:l;r; iﬁ ia”; sz;;gg, (sairade 33 :Ennsirg\t/i(ci):a;f Polyiso Note 2 1 per insulation followed by Min. 0.25-inch DensDeck LRF-M or PVC-BA or PVC- -45.0*
' structural cc;nc,retep EnerevGuard Ultra 2.0 ft? Prime, DEXcell FA Glass Mat Roof Board or OB500 BA-H '
.gy . SECUROCK Gypsum-Fiber Roof Board
Polyiso Insulation
Lo Additional optional layer(s), min. 0.5-inch base
Min. 22 ga., Type B, Grade 33 Mm.Z—mch Ene.rgyGuard insulation followed by Min. 0.25-inch DensDeck
. K Polyiso Insulation or 1 per X LRF-M or PVC-BA or PVC-
S-48. steel or min. 2,500 psi EneravGuard Ultra Note 2 4.0 2 Prime, DEXcell FA Glass Mat Roof Board or OB500 BA-H -45.0*
structural concrete Pol EZ) Insulation ’ SECUROCK Gypsum-Fiber Roof Board or min 0.5-
v inch EnergyGuard HD Polyiso Cover Board
Min 1.5-inch
. . Additional optional layer(s), min. 0.5-inch base
.22 ga. B . . X .
5-49 g;; or f’nam T;E?)O’ C;rade 33 ansiﬁzg:agf Polyiso Note 2 1per | insulation followed by Min. 0.25-inch DEXcell FA LRF-M or PVC-BA or PVC- -45.0*
’ T P 2.0 ft2 | Glass Mat Roof Board or SECUROCK Ultralight 0OB500 BA-H ’
structural concrete EnergyGuard Ultra
A - Coated Glass-Mat Roof Board
Polyiso Insulation
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
. Min 2-inch EnergyGuard Additional optional layer(s), min. 0.5-inch base
$-50 's\fclaz.l iﬁ gma:r; ng%g’ Cs-iirade 33 Polyiso Insulation or Note 2 1 per insulation followed by Min. 0.25-inch DEXcell FA LRF-M or PVC-BA or PVC- 45.0%
’ structural c<).n<;retep EnergyGuard Ultra 4.0ft> | Glass Mat Roof Board or SECUROCK Ultralight 0B500 BA-H ’
Polyiso Insulation Coated Glass-Mat Roof Board
Min 1.5-inch
Min. 22 £a. Type B, GArade 3 Energy.Guard Polyiso 1 per Additional optional layers, min. 0.5-inch base LRF-M or PVC-BA or PVC-
S-51. steel or min. 2,500 psi Insulation or Note 2 K i -45.0*
2.0ft? | insulation 0B500 BA-H
structural concrete EnergyGuard Ultra
Polyiso Insulation
. Min 2-inch EnergyGuard
Min. 22 ga., T B . . -, . . .
552 stsler:el or gma|r; 2yp5?)0’ Csiirade 3 Polyiso Insulation or Note 2 1 per Additional optional layers, min. 0.5-inch base LRF-M or PVC-BA or PVC- -45.0%
’ T P EnergyGuard Ultra 4.0 ft2 | insulation 0B500 BA-H ’
structural concrete A .
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 | 1. 5 i1 1) EnergyGuard 1per | Min.0.25-inch SECUROCK Gypsum-Fiber Roof LRF-M or PVC-BA or PVC-
S-53. steel or min. 2,500 psi . . Note 2 -52.5
Polyiso Insulation 2.0 ft? Board 0OB500 BA-H
structural concrete
Min. 22 ga., Type B, Grade 33 . . . . .
554, steel or min. 2,500 psi Min. 2-inch EnergyGuard Note 2 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof 0B500 PVC-BA or PVC -60.0
RA 1.6 ft? Board BA-H
structural concrete
Min. 22 ga., Type B, Grade 33 | Min. 2-inch EnergyGuard 1per | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof PVC-BA or PVC-
S-55. steel or min. 2,500 psi Polyiso Insulation, Note 2 OB500 -60.0
1.3ft> | Board BA-H
structural concrete EnergyGuard RA
Min. 22 ga., Type B, Grade 33 | Min. 2-inch EnergyGuard 1per | Min.0.25-inch SECUROCK Gypsum-Fiber Roof PVC-BA or PVC-
S-56. steel or min. 2,500 psi Polyiso Insulation, Note 2 LRF-M -60.0
1.3 ft? Board BA-H
structural concrete EnergyGuard RA
Min. 22 ga., Type B, Grade 33 M|n.2—|nch Ene.rgyGuard Min. 0.5-inch EnergyGuard HP Polyiso Cover Board
557 steel or min. 2,500 osi Polyiso Insulation, Note 2 1 per or EnergyGuard HD Plus Polyiso Cover Board or LRE-XE PVC-BA or PVC- 300
' T P EnergyGuard Ultra 1.8 ft? min. 1.5-inch EnergyGuard Polyiso-HD Composite BA-H '
structural concrete A } ) . .
Polyiso Insulation Insulation or Ultra HD Composite Insulation
Min. 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso
1 -B -
S-58. steel or min. 2,500 psi Insulation or Note 2 ) (’;?trz Additional layers of base insulation LRF-XF EX?H Aor PVC -45.0*
structural concrete EnergyGuard Ultra ’
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 . . Min. 0.25-inch DensDeck Prime, DEXcell FA Glass
1.5- 1 . -B -
S-59. steel or min. 2,500 psi Min 1-inch Note 2 perz Mat Roof Board or SECUROCK Gypsum-Fiber Roof LRF-XF PVC-BA or PVC -45.0*
EnergyGuard RA 2.0ft BA-H
structural concrete Board
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) Type asen tac Type ac (Note 15) (psf)
yp (Note 11) (Note 17) yp (Notes 6,7,8)
Min. 22 ga., Type B, Grade 33 . . Min. 0.25-inch DensDeck Prime, DEXcell FA Glass
S-60. steel or min. 2,500 psi a/l;{n Zinch EnergyGuard |\ 1o 5 41 g :ftrz Mat Roof Board or SECUROCK Gypsum-Fiber Roof | LRF-XF EXCHBA orPVC -45.0*
structural concrete ’ Board
Min 1.5-inch
. . Additional optional layer(s), min. 0.5-inch base
561 :g;] iﬁ gmalr; szpsgg’ Csiirade 3 anszﬁizz:a;? Polyiso Note 2 1 per insulation followed by Min. 0.25-inch DensDeck LRE-XE PVC-BA or PVC- -45.0*
’ structural cc;néretep EnerevGuard Ultra 2.0 ft? Prime, DEXcell FA Glass Mat Roof Board or BA-H :
Polyi‘c’) ation SECUROCK Gypsum-Fiber Roof Board
o Additional optional layer(s), min. 0.5-inch base
Min. 22 ga., Type B, Grade 33 :;/gln é;r:;:j:;;iygruard 1 per insulation followed by Min. 0.25-inch DensDeck PVC-BA or PVC-
S-62. steel or min. 2,500 psi Eneyr Guard Ultra Note 2 " (;)ftz Prime, DEXcell FA Glass Mat Roof Board or LRF-XF BA-H -45.0*
structural concrete Pol i?(; Insulation ’ SECUROCK Gypsum-Fiber Roof Board or min 0.5-
Y inch EnergyGuard HD Polyiso Cover Board
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso N . . .
5-63. | steel or min. 2,500 psi Insulation or Note 2 ) 8 ﬁiﬂ:gggi' optional layers, min. 0.5-inch base LRF-XF pcBAorPve -45.0*
structural concrete EnergyGuard Ultra :
Polyiso Insulation
. Min 2-inch EnergyGuard
Min. 22 ga., T B
s-64 st(lar:el or ﬁ’ir; g[;?)o, Csiirade 3 Polyiso Insulation or Note 2 1 per Additional optional layers, min. 0.5-inch base LRE-XE PVC-BA or PVC- 45.0*
: P SoP0P EnergyGuard Ultra 4.0f | insulation BA-H :
structural concrete A .
Polyiso Insulation
ces 2:';’; if ﬁq"’m Tg';gg' firade 33 | Min 2-inch EnergyGuard ", - 1per | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRFXF PVC-BA or PVC- 5y
’ T P Polyiso Insulation 2.0 ft? Board BA-H ’
structural concrete
Min. 22 ga., Type B, Grade 33 . . . . .
5-66. steel or min. 2,500 psi :;/IAln 2-inch EnergyGuard Note 2 11(?:2 g/l()l;\'::.ZS inch SECUROCK Gypsum-Fiber Roof LRE-XE E\A/EZHBA or PVC -60.0
structural concrete ’
Min. 22 ga., Type B, Grade 33 | Min. 2-inch EnergyGuard 1per | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof PVC-BA or PVC-
S-67. steel or min. 2,500 psi Polyiso Insulation, Note 2 130 Board LRF-XF BA-H -60.0
structural concrete EnergyGuard RA ’
Min. 22 ga., Type B, Grade 33 gﬂr]';giéj:rz i‘ilg‘lzz Lper | Min.0:5inch DensDeck Prime, SECUROCK Gypsum- OBS500, LRF-
S-68. stee.l v ! Insulation or EneravGuard Note 2 1.8 fi2 Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | PVC-BA -52.5
Ultra gy : Board 6-inch o.c.
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

. P, Base Insulation Layer Top Insulation Layer S s
ystem ec oot Cover
No. (Note 1) Type BT Attach Type btk (Note 15) (psf)
(Note 11) (Note 17) (Notes 6,7,8)
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 HD
E G d Polvi Fastener, Drill-Tec #15 PF Fastener, Drill-
) nergysuard Folylso Tec XHD Fastener or Drill-Tec #15 EHD Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- OB500, LRF-
S-69 Min. 22 ga., Type B, Grade 33 | Insulation or EnergyGuard Fastener with Drill Tec 3" Recessed Steel 1 per Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | PVC-BA -67.5
: Ultra Polyiso Insulation; Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” . 2 . ’ N
steel T in. 2-inch Flat Steel Plate, Drill-Tec 3 in. Ribbed L6 ft Board 6-inch o.c.
topmost layer min. 2-inc Galvalume Plate (Flat), Drill-Tec 3”
thick Standard Steel Plate, Drill-Tec AccuTrac
Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Min. 2 x 48 x 96-inch . ) .
Min. 22 ga.. Tyoe B, Grade 33 EnIZr éuar)(; Polmizo 1 per Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- 0B500, LRF-
S-70. - 44 8. 1Ype b, gy' 4 Note 2 p Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | PVC-BA -75.0
steel Insulation or EnergyGuard 1.6 ft2 .
Ultra Board 6-inch o.c.
Min. 2 x 48 x 96-inch
. . Note 2 or Drill Tec #12 DF Fastener Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- OB500, LRF-
Min. 22 ga.,, T B E Guard Pol 1 Y .
S-71. |n| ga., Type B, Grade 80 | nerlgy' uar £ ° y|soG d or Drill Tec #14 DF Fastener with 1 g?rz Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | PVC-BA -157.5
stee Jli:aatlon or EnergyGuar Drill Tec 3” DF Steel Insulation Plate At Board A-inch o.c.
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
N Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
Min. 22 T B Grade 33 :Enerlg\t/.Guard EPOIV'SOG d Tec #15 DF Fastener, Drill-Tec XHD 1 k/?i M( I:[RF
n. ga., lype b, Grade nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . . anister,
S-72. . . . " ’ Min. 2.0-inch Ultra HD Composite Insulation PVC-BA -45.0*
| Ultra Polyiso Insulation; with Drill-Tec 3” Recessed Steel Plate, Drill- . 2 LRF-XF or
stee t t\|/ in. 2-inch Tec 3” Steel Plate, Drill-Tec 3” Flat Steel 53ft
opmost layer min. 2-inc Plate, Drill-Tec 3 in. Ribbed Galvalume 0B500
thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
. Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
Min. 22 T B Grade 33 :Enerlg\t/-Guard EPOIV'SOG d Tec #15 DF Fastener, Drill-Tec XHD 1 k/TEM{ I;RF
n. ga., lype b, Grade nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . . anister,
S-73. X . e " . Min. 2.0-inch Ultra HD Composite Insulation PVC-BA -45.0*
| Ultra Polyiso Insulation; with Drill-Tec 3” Recessed Steel Plate, Drill- 2 ft2 LRF-XF or
stee \Il in. 1.5 Tec 3” Steel Plate, Drill-Tec 3” Flat Steel 3.2t
topmost layer min. 1.5 Plate, Drill-Tec 3 in. Ribbed Galvalume 0B500
inch thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck 5 R Roof Cover MDP
No. (Note 1) Type asten Bismich Type ttac (Note 15) (psf)
(Note 11) (Note 17) (Notes 6,7,8)
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more |ayer(5) Tec #14 Fastener, Drill-Tec #14 DF
. Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
Min. 22 T B Grade 33 :Enerigy'Guard EPOIVISOG d Tec #15 DF Fastener, Drill-Tec XHD 1 k;“:: M' I;RF
in. ga., lype b, Graae nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . . anister,
S-74. ] ) ok Dri " . Min. 2.0-inch Ultra HD Composite Insulation PVC-BA -60.0
steel Ultra P0|yISO Insulatlon; with Dr|II-T|ec|3 Receilsed SteeIIPIate, [I)rlll- 2.0 ftz p LRF-XF or
. . Tec 3” Steel Plate, Drill-Tec 3” Flat Steel
tOmeSt Iayer min. 2-inch Plate, Drill-Tec 3 in. Ribbed Galvalume 0OB500
thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
; ; LRF-M, LRF-
. Fastener, Drill-Tec #14 HD Fastener, Drill- ’
92 Grade 33 :EnerlgyGuard EPOIWSOG d Tec #15 DF Fastener, Drill-Tec XHD 1 M Canister,
Min. 22 ga., Type B, Grade nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . ; )
S-75. steel Ultra Polyiso Insulation; with Drill-Tec 3" Recessed Steel Plate, Drill- 1.8 Min. 2.0-inch Ultra HD Composite Insulation LRF-XF or PVC-BA -67.5
5 4
t £l in. 2-inch Tec 3” Steel Plate, Drill-Tec 3” Flat Steel OBSOO, 6-
opmost layer min. 2-inc Plate, Drill-Tec 3 in. Ribbed Galvalume inch o.C
thick Plate (Flat), Drill-Tec 3” Standard Plate, o
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 HD
EnergyGuard Polyiso Fastener, Drill-Tec #15 DF Fastener, Drill- LRF-M, LRF-
Min. 22 ga., Type B, Grade 33 | Insulati . Guard Tec XHD Fastener or Drill-Tec #15 EHD 1 per Min. 2.0-inch EnergyGuard Polyiso Insulation, M Canister,
. o“ )y nsulation or energyGuart Fastener with Drill-Tec 3” Recessed Steel . .
S-76. steel Ultra Polyiso Insulation; Plate, Drill-Tec 3" Steel Plate, Drill-Tec 3" 1622 EnergyGuard Ultra Polyiso Insulation or Ultra HD LRF-XF or PVC-BA -67.5
topmost laver min. 2-inch Flat Steel Plate, Drill-Tec 3 in. Ribbed Composite Insulation 0OB500, 6-
_p Yy ‘ Galvalume Plate (Flat), Drill-Tec 3" inch o.c
thick Standard Steel Plate, Drill-Tec AccuTrac o
Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD
One or more layer(s) Fastener, Drill-Tec #15 DF Fastener, Drill-
EnergyGuard Polyiso Tec XHD Fastener or Drill-Tec #15 EHD LRF-M, LRF-
. R Fastener with Drill-Tec 3” Recessed Steel Min. 2.0-inch EnergyGuard Polyiso Insulation, M Canister,
577 Min. 22 ga., Type B, Grade 33 | Insulation or EnergyGuard Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” 1 per EnergyGuard Ultra Polyiso Insulation or Ultra HD LRE-XF or PVC-BA -75.0
’ steel Ultra Polyiso Insulation; Flat Steel Plate, Drill-Tec 3 in. Ribbed 1.45 2 ! ! .
toomost laver min. 2-inch Galvalume Plate (Flat), Drill-Tec 3" Composite Insulation 0B500, 6-
p Yy N Standard Steel Plate, Drill-Tec AccuTrac inch o.Cc
thick Flat Plate or Drill Tec 3” DF Steel Insulation e
Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD
One or more |ayer(5) Fastener, Drill-Tec #15 DF Fastener, Drill-
EnerevGuard Polviso Tec XHD Fastener or Drill-Tec #15 EHD LRF-M, LRF-
. gy‘ \ Fastener with Drill-Tec 3” Recessed Steel i i A i M Canister,
578 Min. 22 ga., Type B, Grade 80 | Insulation or EnergyGuard Plate, Drill-Tec 3" Steel Plate, Drill-Tec 3" 1 per Min. 2.0-inch EnergyGuard Polyiso Insulation, LRE-XF or PVC-BA 135.0
’ steel Ultra Polyiso Insulation; Flat Steel Plate, Drill-Tec 3 in. Ribbed 1.0ft> | EnergyGuard Ultra Polyiso Insulation ’
t t laver min. 2-inch Galvalume Plate (Flat), Drill-Tec 3 OBSOO, 4-
opmos Y/ n. 2=l Standard Steel Plate, Drill-Tec AccuTrac inch o.c
thick Flat Plate or Drill Tec 3” DF Steel Insulation o
Plate
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
EVERGUARD PVC / EVERGUARD PVC QUICK LAY ADHESIVE APPLICATIONS:
Min. 22 ga., Type B, Grade 33 l\/lln.2-|nch Ene:rgyGuard Min. 0.5-inch EnergyGuard HF) Polyiso Cover Board
. K Polyiso Insulation, 1 per or EnergyGuard HD Plus Polyiso Cover Board or
S-79. steel or min. 2,500 psi Note 2 . . . . hot asphalt | PVC-QL -30.0
EnergyGuard Ultra 1.8 ft? min. 1.5-inch EnergyGuard Polyiso-HD Composite
structural concrete . 5 ) . .
Polyiso Insulation Insulation or Ultra HD Composite Insulation
Min. 22 ga., Type B, Grade 33 . .
Min. 1.5-inch 1
S-80. steel or min. 2,500 psi in. 1.5-inc Note 2 perz Additional layers of base insulation hot asphalt | PVC-QL -45.0*
EnergyGuard RA 2.0 ft
structural concrete
Min. 22 ga., Type B, Grade 33 . .
) A Min. 2-inch E Guard 1 ® . .
S-81. steel or min. 2,500 psi Rpl‘n Inch EnergyGuar Note 2 4 g?trz Additional layers of base insulation hot asphalt | PVC-QL -45.0*
structural concrete ’
Min. 22 ga., Type B, Grade 33 M|n.2—|nch Ene.rgyGuard Min. 0.5-inch EnergyGuard HP Polyiso Cover Board
582 steel or min. 2,500 osi Polyiso Insulation, Note 2 1 per or EnergyGuard HD Plus Polyiso Cover Board or LRF-M or pvC-QL 230.0
’ T P EnergyGuard Ultra 1.8 ft? min. 1.5-inch EnergyGuard Polyiso-HD Composite 0OB500 ’
structural concrete A ) ) . .
Polyiso Insulation Insulation or Ultra HD Composite Insulation
Min. 22 ga., Type B, Grade 33 . . . . )
5-83. steel or min. 2,500 psi Min. 1.5-inch Note 2 1 per2 Min. 0.25 .|nch DensDeck Prime or SECUROCK 0B500 pvC-QL 37.5%
EnergyGuard RA 3.2 ft Gypsum-Fiber Roof Board
structural concrete
Min. 22 ga., Type B, Grade 33 | Min. 1.5-inch 1 per
S-84. steel or min. 2,500 psi EnergyGuard Polyiso Note 2 5 (;)ftz Additional layers of base insulation OB500 PVC-QL -45.0*
structural concrete Insulation ’
Min. 22 ga., Type B, Grade 33 . :
S-85. steel or min. 2,500 psi Min. 0.5-inch DensDeck Note 2 1 per One.or more Ia?yers, min. 1.5-inch EnergyGuard 0B500 PVC-QL -45.0*
2.0 ft2 Polyiso Insulation
structural concrete
Min. 22 ga., Type B, Grade 33 . . . . .
5-86. steel or min. 2,500 psi Min 1.5-inch Note 2 1 per2 Min. 0.25 'mch DensDeck Prime or SECUROCK 0B500 pvC-QL 45.0%
EnergyGuard RA 2.0 ft Gypsum-Fiber Roof Board
structural concrete
Min. 22 ga., Type B, Grade 33 . . . .
s-87. steel or min. 2,500 psi Min 2-inch EnergyGuard Note 2 1 per Min. 0.25 .|nch DensDeck Prime or SECUROCK 0B500 pvC-QL 45.0*
RA 4.0 ft? Gypsum-Fiber Roof Board
structural concrete
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per Additional optional layer(s), min. 0.5-inch base LRE-M or
S-88. steel or min. 2,500 psi Insulation or Note 2 5 gﬂz insulation followed by Min. 0.25-inch DensDeck 0B500 PVC-QL -45.0*
structural concrete EnergyGuard Ultra ’ Prime or SECUROCK Gypsum-Fiber Roof Board
Polyiso Insulation
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
Min. 22 ga., Type B, Grade 33 l\/lln.2-|nch Ene:rgyGuard Addltlo.nal optional Iayer(s), mln..0.5-|nch base
5-89 steel or min. 2,500 psi Polyiso Insulation or Note 2 1 per insulation followed by Min. 0.25-inch DensDeck LRF-M or pvC-QL 45.0%
’ structural c<).n<;retep EnergyGuard Ultra 4.0 ft? Prime or SECUROCK Gypsum-Fiber Roof Board or 0B500 ’
Polyiso Insulation min. 0.5-inch EnergyGuard HD Polyiso Cover Board
Min. 22 ga., Type B, Grade 33 | Min 1.5-inch . . . .
1 Al | 11 . 0.5-inch LRF-M
S-90. steel or min. 2,500 psi EnergyGuard Polyiso Note 2 perz i dd|t|9na optiondl laycRy M .5Jgch base or PVC-QL -45.0*
. 2.0 ft insulation 0B500
structural concrete Insulation
Min. 22 ga., Type B, Grade 33 . . . . .
591, steel or min. 2,500 psi l\/lln.2 inch Ene.:rgyGuard Note 2 1 per Addltlgnal optional layers, min. 0.5-inch base LRF-M or pvC-QL _45.0*
Polyiso Insulation 4.0 ft? insulation OB500
structural concrete
Min. 22 ga., Type B, Grade 33 - . \ .
592, steel or min. 2,500 psi Mm.Z inch Ene.rgyGuard Note 2 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRF-M or pvC-QL 525
Polyiso Insulation 2.0ft> | Board 0B500
structural concrete
Min. 22 ga., Type B, Grade 33 . ) \ 2 )
593, steel or min. 2,500 psi Min. 2-inch EnergyGuard Note 2 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof 0B500 pvC-QL -60.0
RA 1.6 ft? Board
structural concrete
Min. 22 ga., Type B, Grade 33 | Min. 2-inch EnergyGuard . . .
5-94. | steel or min. 2,500 psi Polyiso Insulation, Note 2 1per, | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof 0B500 pvC-QL -60.0
1.3ft? Board
structural concrete EnergyGuard RA
Min. 22 ga., Type B, Grade 33 | Min. 2-inch EnergyGuard . . .
S-95. steel or min. 2,500 psi Polyiso Insulation, Note 2 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRF-M PVC-QL -60.0
1.3 ft? Board
structural concrete EnergyGuard RA
i 22, T, rode3s | B 2 v e | DS D e v o
5-96. steel or min. 2,500 psi v ' Note 2 b =nergy vIso _ LRF-XF pVC-QL 30,0
EnergyGuard Ultra 1.8 ft? min. 1.5-inch EnergyGuard Polyiso-HD Composite
structural concrete A ) ) . .
Polyiso Insulation Insulation or Ultra HD Composite Insulation
Min. 22 ga., Type B, Grade 33 | Min. 1.5-inch 1 per
S-97. steel or min. 2,500 psi EnergyGuard Polyiso Note 2 ) (;)ftz Additional layers of base insulation LRF-XF PVC-QL -45.0*
structural concrete Insulation ’
Min. 22 ga., Type B, Grade 33 . . . . .
. K Min 1.5-inch 1 per Min. 0.25-inch DensDeck Prime or SECUROCK
-98. .2 2 LRF- -QL -45.0*
e steel or min. 2,500 psi EnergyGuard RA Note 2.0 ft? Gypsum-Fiber Roof Board RF-XF Pve-Q 45.0
structural concrete
Min. 22 ga., Type B, Grade 33 ) 8 . . .
- E 1 .0.25- DensD E
599, steel or min. 2,500 psi Min 2-inch EnergyGuard Note 2 perz Min. 0.25 .|nch ensDeck Prime or SECUROCK LRE-XE pvC-QL -45.0%
RA 4.0 ft Gypsum-Fiber Roof Board
structural concrete
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROECQVER
Base Insulation Layer

Top Insulation Layer

System Deck o e R Roof Cover MDP
No. (Note 1) Type asen tac Type ac (Note 15) (psf)
yp (Note 11) (Note 17) yp (Notes 6,7,8)
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per Additional optional layer(s), min. 0.5-inch base
S-100. steel or min. 2,500 psi Insulation or Note 2 2 (’)thz insulation followed by Min. 0.25-inch DensDeck LRF-XF PVC-QL -45.0*
structural concrete EnergyGuard Ultra ’ Prime or SECUROCK Gypsum-Fiber Roof Board
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 Min.2-inch Ene.:rgyGuard Additio.nal optional Iayer(s), min..0.5-inch base
5101 steel or min. 2,500 osi Polyiso Insulation or Note 2 1 per insulation followed by Min. 0.25-inch DensDeck LRE-XE pvC-QL 45.0%
’ structural C(;néretep EnergyGuard Ultra 4.0 ft? Prime or SECUROCK Gypsum-Fiber Roof Board or ’
Polyiso Insulation min. 0.5-inch EnergyGuard HD Polyiso Cover Board
Min. 22 ga., Type B, Grade 33 | Min 1.5-inch b, \ . .
) A . 1 A | Il 3 . 0.5-inch
5-102. | steel or min. 2,500 psi EnergyGuard Polyiso Note 2 per | Additional optional layers, min. 0.5-inch base LRF-XF pvc-QL 45.0*
) 2.0ft? | insulation
structural concrete Insulation
Min. 22 ga., Type B, Grade 33 S -, . . .
5103, steel or min. 2,500 psi Mln.2 inch Ene.:rgyGuard Note 2 1 per Addltlo.nal optional layers, min. 0.5-inch base LRE-XE pvC-QL _45.0*
Polyiso Insulation 4.0 ft? insulation
structural concrete
Min. 22 ga., Type B, Grade 33 - . . .
. . Min 2-inch E 1 Min. 0.25-inch SECUROCK -F Roof
5-104. | steel or min. 2,500 psi in 2-inch EnergyGuard | .. per | Min. 0.25-inch SECUROCK Gypsum-Fiber Roo LRF-XF pvC-QL -52.5
Polyiso Insulation 2.0 ft Board
structural concrete
Min. 22 ga., Type B, Grade 33 . . . : :
$-105. steel or min. 2,500 psi Min. 2-inch EnergyGuard Note 2 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRE-XE pvC-QL -60.0
RA 1.6 ft? Board
structural concrete
Min. 22 ga., Type B, Grade 33 | Min. 2-inch EnergyGuard . . .
1 Min. 0.25-inch SECUROCK -F Roof
5-106. | steel or min. 2,500 psi Polyiso Insulation, Note 2 per in. 0.25-inch SECUROCK Gypsum-Fiber Roo LRF-XF pvC-QL -60.0
1.3ft? Board
structural concrete EnergyGuard RA
Min. 22 ea. Tyoe B, Grade 33 21'2;224;22,;'";2 Loer | Min. 0:5-inch DensDeck Prime, SECUROCK Gypsum- OB500, LRF-
5-107. - 44 83 1ype b, gyau Y Note 2 P Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRE-XF, | PVC-QL 525
steel Insulation or EnergyGuard 1.8 ft2 .
Board 6-inch o.c.
Ultra
Min. 22 ea. Tyoe B, Grade 33 'E‘f"g;zéjjr’;ii'l"‘izz Loer | Min. 0:5-inch DensDeck Prime, SECUROCK Gypsum- OB500, LRF-
S-108. - 44 83 1ype b, &Y v Note 2 p Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | PVC-QL -75.0
steel Insulation or EnergyGuard 1.6 ft2 .
Board 6-inch o.c.
Ultra
Min. 2 x 48 x 96-inch
. . Note 2 or Drill Tec #12 DF Fastener Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- OB500, LRF-
S-109. Mm.l 22 ga,, Type B, Grade 80 :Enerlgy.Guard EPOWISOG d or Drill Tec #14 DF Fastener with 11(;)?2 Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | PVC-QL -157.5
stee Jliraatlon or EnergyGuar Drill Tec 3” DF Steel Insulation Plate oft Board 4-inch o.c.
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck 5 R Roof Cover MDP
n
No. (Note 1) Type aste Bismich Type ttac (Note 15) (psf)
(Note 11) (Note 17) (Notes 6,7,8)
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more |ayer(5) Tec #14 Fastener, Drill-Tec #14 DF
. Fastener, Drill-Tec #14 HD Fastener, Drill- LRF-M, LRF-
Min. 22 T B Grade 33 :Enerigy'Guard EPOIVISOG d Tec #15 DF Fastener, Drill-Tec XHD 1 MC 4 N
n. ga., lype b, Grade nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . . anister,
S-110. ] ) th D " . Min. 2.0-inch Ultra HD Composite Insulation PvC-QL -45.0*
steel Ultra Polyiso Insulation; with Drill-Tec 3" Recessed Steel Plate, Drill- | 5 3 ft2 * LRF-XF or Q
. . Tec 3” Steel Plate, Drill-Tec 3” Flat Steel
tOmeSt Iayer min. 2-inch Plate, Drill-Tec 3 in. Ribbed Galvalume 0OB500
thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
. Fastener, Drill-Tec #14 HD Fastener, Drill- LRF-M, LRF-
Min. 22 T B Grade 33 :EnerlgyGuard EPOIWSOG d Tec #15 DF Fastener, Drill-Tec XHD 1 MC ' +
n. a. e rade nsulation or Ener, uari Fastener or Drill-Tec #15 EHD Fastener er . . . . anister,
S-111. ga. Type B, ) &Y with Drill-Tec 3" Recessed Steel Plate. Drill- P 5 Min. 2.0-inch Ultra HD Composite Insulation ' | PvC-QL -45,0*
steel Ultra Polyiso Insulation; D > e , 3.2 ft LRF-XF or
t tl in. 1.5- Tec 3” Steel Plate, Drill-Tec 3” Flat Steel
opmost layer min. 1. Plate, Drill-Tec 3 in. Ribbed Galvalume 0B500
inch thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
. Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
; EnerlgyGuard Polyiso 4 | Tec#1s O Fastener il-Tec X 1 k/'I“Z: M{ LRF
Min. 22 ga., Type B, Grade 33 Insulation or EnergyGuar: Fastener or Drill-Tec #15 EHD Fastener per ) ) . ) anister,
$-112. ’ ’ ] ) b ” ' Min. 2.0-inch Ultra HD Composite Insulation " | pvC-QL -60.0
steel Ultra Polyiso Insulation; with Drill-Tec 3” Recessed Steel Plate, Drill- | 9 0 ft2 P LRF-XF or Q
t t1 in. 2-inch Tec 3” Steel Plate, Drill-Tec 3” Flat Steel
opmost layer min. 2-inc Plate, Drill-Tec 3 in. Ribbed Galvalume 0B500
thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
EnerevGuard Polviso Fastener, Drill-Tec #14 HD Fastener, Drill- LRF-M, LRF-
Min. 22 T B. Grade 33 | |gy' E i G d Tec #15 DF Fastener, Drill-Tec XHD 1 M Canister,
n. ga., lype b, Graae nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . .
S-113. steel Ultra Polyiso Insulation; with Drill-Tec 3" Recessed Steel Plate, Drill 180 Min. 2.0-inch Ultra HD Composite Insulation LRF-XF or PVC-QL -67.5
t 1 in. 2-inch Tec 3” Steel Plate, Drill-Tec 3” Flat Steel OBSOO, 6-
Opmost layer min. 2-inc Plate, Drill-Tec 3 in. Ribbed Galvalume inch o.c
thick Plate (Flat), Drill-Tec 3” Standard Plate, e
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) Type asen tac Type ac (Note 15) (psf)
yp (Note 11) (Note 17) yp (Notes 6,7,8)
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more |ayer(5) Tec #14 Fastener, Drill-Tec #14 HD LRF-M. LRE-
. Fastener, Drill-Tec #15 DF Fastener, Drill- ’
. EnergyFiuard Polyiso Tec XHD Fastener or Drill-Tec #15 EHD Min. 2.0-inch EnergyGuard Polyiso Insulation, M Canister,
s-114 Min. 22 ga., Type B, Grade 33 | Insulation or EnergyGuard Fastener with Drill-Tec 3” Recessed Steel 1 per E Guard Ultra Polviso Insulati Ultra HD LRF-XF pvC-QL 67.5
: : steel Ultra Polyiso Insulation; Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” 1.6 ft? nergyGuar ragaelyisoypsulation og ra -AF or : o
topmost layer min. 2-inch Flat Steel Plate, Drill-Tec 3 in. Ribbed Composite Insulation OB500, 6-
. Galvalume Plate (Flat), Drill-Tec 3” .
thick Standard Steel Plate, Drill-Tec AccuTrac incho.c.
Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD
One or more layer(s) Fastener, Drill-Tec #15 DF Fastener, Drill- LRE-M. LRE-
. Tec XHD Fastener or Drill-Tec #15 EHD ’
. Energyguard Polyiso Fastener with Drill-Tec 3” Recessed Steel Min. 2.0-inch EnergyGuard Polyiso Insulation, M Canister,
Min. 22 ga., Type B, Grade 33 | Insulation or EnergyGuard Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3" 1 per d Ul vi lati |
S-115. steel Ultra Polyiso Insulation; Flat Steel Plate, Drill-Tec 3 in. Ribbed 1.45 f12 EnergyGuard Ultra Polyiso Insulation or Ultra HD LRF-XF or PvC-QL -75.0
topmost layer min. 2-inch Galvalume Plate (Flat), Drill-Tec 3” Composite Insulation 0OB500, 6-
‘ Standard Steel Plate, Drill-Tec AccuTrac .
thick Flat Plate or Drill Tec 3” DF Steel Insulation inch o.c.
Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD
One or more layer(s) Fastener, Drill-Tec #15 DF Fastener, Drill- LRE-M. LRE-
. Tec XHD Fastener or Drill-Tec #15 EHD ’
) Energy_Guard Polyiso Fastener with Drill-Tec 3” Recessed Steel i i ) i M Canister,
oo Min. 22 ga., Type B, Grade 80 | Insulation or EnergyGuard | Plate, Drill-Tec 3" Steel Plate, Drill-Tec 3" 1per | Min.2.0-inch EnergyGuard Polyiso Insulation, LRF-XF or pVC-QL 1135.0
’ steel Ultra Polyiso Insulation; Z:I‘V:E::flt:treD(fF‘I':tT)egil:[‘T-:c“;'ged 1.0ft> | EnergyGuard Ultra Polyiso Insulation OB500, 4- ’
topmost Iayer min. 2-inch Standard Steel Plate, 6riII-Tec AccuTrac inch !
thick Flat Plate or Drill Tec 3” DF Steel Insulation Incho.c.
Plate
PVC QuUICK SPRAY ADHESIVE APPLICATIONS:
. Min 2-inch EnergyGuard Min. 0.5-inch EnergyGuard HD Polyiso Cover Board
Min. 22 ga., Type B, Grade 33 : . \ . Eybu : I gyou . Wi v
. K Polyiso Insulation, 1 per or EnergyGuard HD Plus Polyiso Cover Board or
S-117. steel or min. 2,500 psi Note 2 ) . ; : . hot asphalt | PVC-QS -30.0
EnergyGuard Ultra 1.8 ft min. 1.5-inch EnergyGuard Polyiso-HD Composite
structural concrete . ) A . )
Polyiso Insulation Insulation or Ultra HD Composite Insulation
Min. 22 ga.., Type B, Gvrade 33 Min. 1.5-inch 1 per N ) ) .
S-118. steel or min. 2,500 psi Note 2 5 Additional layers of base insulation hot asphalt | PVC-QS -45.0
EnergyGuard RA 2.0 ft
structural concrete
Min. 22 ga., Type B, Grade 33 . .
) K Min. 2-inch EnergyGuard 1 per . . .
S-119. steel or min. 2,500 psi Rpl‘ inch Energytu Note 2 4 (?ftz Additional layers of base insulation hot asphalt | PVC-QS -45.0*
structural concrete ’
Min. 22 ga., Type B, Grade 33 Min'2—inch EnejrgyGuard Min. 0.5-inch EnergyGuard HP Polyiso Cover Board
5120 steel or min. 2,500 osi Polyiso Insulation, Note 2 1 per or EnergyGuard HD Plus Polyiso Cover Board or LRF-M or PVC-QS 300
’ o P EnergyGuard Ultra 1.8 ft? min. 1.5-inch EnergyGuard Polyiso-HD Composite 0OB500 ’
structural concrete . . X . .
Polyiso Insulation Insulation or Ultra HD Composite Insulation

ONEMO ETC LLC

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC
GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411
TOP OF APPENDIX

PEER-GAF-008.A.R67 for FL3443-R63 (NON-HVHZ)
Revision 67: 08/17/2026
Appendix 1, Page 35 of 177

Certificate of Authorization #32455



TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
Min. 22 ga., Type B, Grade 33 . .
$-121. | steel or min. 2,500 psi 2’:; 12;::2 oA Note 2 31 P2 | Min. 0.25-inch DensDeck Prime 0B500 PVC-QS -37.5*
structural concrete gy ’
Min. 22 ga., Type B, Grade 33 | Min. 1.5-inch 1 per
S-122. steel or min. 2,500 psi EnergyGuard Polyiso Note 2 ) (r)thZ Additional layers of base insulation 0OB500 PVC-QS -45.0*
structural concrete Insulation ’
Min. 22 ga., Type B, Grade 33 . .
$-123. | steel or min. 2,500 psi Min. 0.5-inch DensDeck | Note 2 21 o ICD)c?Ieiz; T;g;fa't‘z:rs min. 1.5-inch EnergyGuard 0B500 PVC-QS -45.0*
structural concrete ’ 4
Min. 22 ga., Type B, Grade 33 . )
S-124. steel or min. 2,500 psi 2/:;1'5(3::]::& RA Note 2 Zlgitrz Min. 0.25-inch DensDeck Prime OB500 PVC-QS -45.0*
structural concrete &y ’
Min. 22 ga., Type B, Grade 33 .
$-125. | steel or min. 2,500 psi QAA'” Z-inch EnergyGuard | \ o 5 41 o | Min. 0.25-inch DensDeck Prime 0B500 PVC-QS -45.0*
structural concrete ’
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per Additional optional layer(s), min. 0.5-inch base LRF-M or
S-126. steel or min. 2,500 psi Insulation or Note 2 2 (;)ftz insulation followed by Min. 0.25-inch DensDeck OB500 PVC-QS -45.0*
structural concrete EnergyGuard Ultra : Prime
Polyiso Insulation
Min 2-inch E
Min. 22 ga., Type B, Grade 33 P;risc)lr:gsulgggiyg:]ard 1 per Additional optional layer(s), min. 0.5-inch base LRE-M or
S-127. steel or min. 2,500 psi Ene\: Guard Ultra Note 2 4 gﬂz insulation followed by Min. 0.25-inch DensDeck OB500 PVC-QS -45.0*
structural concrete .gy ) ’ Prime
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 | Min 1.5-inch . . . .
. K . 1 per Additional optional layers, min. 0.5-inch base LRF-M or
S-128. steel or min. 2,500 psi EnergyGuard Polyiso Note 2 ) . . PVC-QS -45.0*
structural concrete Insulation 2.0ft insulation OB500
5129 'S\:l;r;'l if ﬁir; nggg’ (;rade 3 Min 2-inch EnergyGuard Note 2 1 per Additional optional layers, min. 0.5-inch base LRF-M or PVC-QS -45.0*
’ S0P Polyiso Insulation 4.0ft2 | insulation 0OB500 ’
structural concrete
. Additional optional layer(s), min. 0.5-inch base
Min. 22 ga., Type B, Grade 33 'F\)/griic:r:;:j:;;iygfard 1 per insulation followed by Min. 0.25-inch DensDeck LRE-M or
S-130. steel or min. 2,500 psi Eneyr Guard Ultra Note 2 4 (’))ftz Prime, DEXcell FA Glass Mat Roof Board or OB500 PVC-QS -45.0*
structural concrete Pol EZ) Insulation : SECUROCK Gypsum-Fiber Roof Board or min. 0.5
Y EnergyGuard HD Polyiso Cover Board
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) Type asen tac Type cls (Note 15) (psf)
yp (Note 11) (Note 17) P (Notes 6,7,8)
Min 22, Tpe, Grade 33 | 100 e oo | e S e N PR
$-131. | steel or min. 2,500 psi v ' Note 2 P nergy Y50 . LRF-XF PVC-QS -30.0
EnergyGuard Ultra 1.8 ft? min. 1.5-inch EnergyGuard Polyiso-HD Composite
structural concrete . ) : : .
Polyiso Insulation Insulation or Ultra HD Composite Insulation
Min. 22 ga., Type B, Grade 33 | Min. 1.5-inch 1 per
S-132. steel or min. 2,500 psi EnergyGuard Polyiso Note 2 5 (;)ftz Additional layers of base insulation LRF-XF PVC-QS -45.0*
structural concrete Insulation ’
Min. 22 ga., Type B, Grade 33 . .
5-133. | steel or min. 2,500 psi Min 1.5-inch Note 2 1 Per | Min. 0.25-inch DensDeck Prime LRF-XF PVC-QS -45.0*
EnergyGuard RA 2.0 ft?
structural concrete
Min. 22 ga., Type B, Grade 33 .
) A Min 2-inch E 1 . : )
s-134. | steel or min. 2,500 psi A nergyGuard | \ote 2 ats | Min.0.25inch DensDeck Prime LRF-XF PVC-QS -45.0*
structural concrete '
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per Additional optional layer(s), min. 0.5-inch base
S-135. steel or min. 2,500 psi Insulation or Note 2 2 gﬂz insulation followed by Min. 0.25-inch DensDeck LRF-XF PVC-QS -45.0*
structural concrete EnergyGuard Ultra < Prime
Polyiso Insulation
Min 2-inch E Additional optional | in. 0.5-inch
Min. 22 g2, Type 8, Grade 33 | p 2L IERIOHETe 1 oer | Inulaton olowed by min. 095 Inch Densbeck
5-136. | steel or min. 2,500 psi v Note 2 per ; . y Viin. 2. _ LRF-XF PVC-QS -45.0*
EnergyGuard Ultra 4.0 ft Prime or min. 0.5 EnergyGuard HD Polyiso Cover
structural concrete A ;
Polyiso Insulation Board
Min. 22 ga., Type B, Grade 33 | Min 1.5-inch . . . .
S-137. steel or min. 2,500 psi EnergyGuard Polyiso Note 2 . per2 {\dd|t|9nal optional layers, min. 0.5-inch base LRF-XF PVC-QS -45.0*
. 2.0 ft insulation
structural concrete Insulation
Min. 22 ga., Type B, Grade 33 . . . . .
5138, steel or min. 2,500 psi Mm'z inch Ene.rgyGuard Note 2 1 per2 Add|t|c?nal optional layers, min. 0.5-inch base LRE-XE PVC-QS -45.0*
Polyiso Insulation 4.0 ft insulation
structural concrete
Min. 22 ga., Type B, Grade 33 Mm‘Z—mch EngrgyGuard Addlthnal optional Iayer(s), mln..0.5—|nch base
5139 steel or min. 2,500 psi Polyiso Insulation or Note 2 1 per insulation followed by Min. 0.25-inch DensDeck LRF-M or PVC-QS 45.0%
’ structural cc.méretep EnergyGuard Ultra 4.0 ft? Prime, DEXcell FA Glass Mat Roof Board or 0OB500 ’
Polyiso Insulation SECUROCK Gypsum-Fiber Roof Board
Min. 2 x 48 x 96-inch Additional optional layer(s), min. 1.0-inch base OB500. LRE-
Min. 22 ga., Type B, Grade 33 EnergyGuard Polyiso 1 per insulation followed by min. 0.5-inch DensDeck Prime, -
S steel Insulation or EnergyGuard Note 2 1.8 ft2 SECUROCK Gypsum-Fiber Roof Board or EnergyGuard M.or LRF-XF, | PVC-QS 525
. 6-inch o.c.
Ultra HD Polyiso Cover Board
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

. P, Base Insulation Layer Top Insulation Layer S s
ystem ec oot Cover
No. (Note 1) Type B Attach Type Attach (Note 15) (psf)
(Note 11) (Note 17) (Notes 6,7,8)
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 HD
E G d Polvi Fastener, Drill-Tec #15 PF Fastener, Drill-
Min. 22 2a. Tvoe B. Grade 33 Innsirli‘t’io:a;r E:e‘:'”Guar g | TecxHo Fastener or oil-ec 15 kD Lper | Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- 0B500, LRF-
S-141. Stee'l ga. fype & Ultra Polviso Insuli\t/ion' Ef::";:”vr::c[);”;::;?;,Ia'izcgsrslﬁdTZt:;l 1 6pft2 Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | PVC-QS -67.5
T in. 2-i ! h Flat Steel Plate, Drill-Tec 3 in. Ribbed ! Board 6-inch o.c.
topmost layer min. 2-inc Galvalume Plate (Flat), Drill-Tec 3”
thick Standard Steel Plate, Drill-Tec AccuTrac
Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Min. 2 x 48 x 96-inch Additional optional layer(s), min. 1.0-inch base OB500. LRE-
S-142. Min. 22 ga., Type B, Grade 33 Energyguard Polyiso Note 2 1 per insulation followed bY min. 0.5-inch DensDeck Prime, M or LREXE, | pve-as 750
steel Insulation or EnergyGuard 1.6 ft2 SECUROCK Gypsum-Fiber Roof Board or EnergyGuard .
; 6-inch o.c.
Ultra HD Polyiso Cover Board
Min. 2 x 48 x 96-inch
. . Note 2 or Drill Tec #12 DF Fastener Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- OB500, LRF-
Min. 22 ga.,, T B E Guard Pol 1 Y .
S-143. |n| ga., Type B, Grade 80 | nerlgy' uar £ ° y|soG d or Drill Tec #14 DF Fastener with 1 g?rz Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | PVC-QS -157.5
stee Jli:aatlon or EnergyGuar Drill Tec 3” DF Steel Insulation Plate At Board A-inch o.c.
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
N Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
Min. 22 T B Grade 33 :Enerlg\t/.Guard EPOIV'SOG d Tec #15 DF Fastener, Drill-Tec XHD 1 k/?i M( I:[RF
n. ga., lype b, Grade nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . . anister,
S-144. . . . " ’ Min. 2.0-inch Ultra HD Composite Insulation PVC-QS -45.0*
| Ultra Polyiso Insulation; with Drill-Tec 3” Recessed Steel Plate, Drill- . 2 LRF-XF or
stee t t\|/ in. 2-inch Tec 3” Steel Plate, Drill-Tec 3” Flat Steel 53ft
opmost layer min. 2-inc Plate, Drill-Tec 3 in. Ribbed Galvalume 0B500
thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
. Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
Min. 22 T B Grade 33 :Enerlg\t/-Guard EPOIV'SOG d Tec #15 DF Fastener, Drill-Tec XHD 1 k/TEM{ I;RF
n. ga., lype b, Grade nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . . anister,
S-145. X . e " . Min. 2.0-inch Ultra HD Composite Insulation PVC-QS -45.0*
| Ultra Polyiso Insulation; with Drill-Tec 3” Recessed Steel Plate, Drill- 2 ft2 LRF-XF or
stee \Il in. 1.5 Tec 3” Steel Plate, Drill-Tec 3” Flat Steel 3.2t
topmost layer min. 1.5 Plate, Drill-Tec 3 in. Ribbed Galvalume 0B500
inch thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck 5 R Roof Cover MDP
No. (Note 1) Type asten Bismich Type ttac (Note 15) (psf)
(Note 11) (Note 17) (Notes 6,7,8)
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more |ayer(5) Tec #14 Fastener, Drill-Tec #14 DF
. Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
Min. 22 T B Grade 33 :Enerigy'Guard EPOIVISOG d Tec #15 DF Fastener, Drill-Tec XHD 1 k;“:: M' I;RF
in. ga., lype b, Graae nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . . anister,
S-146. ] ) ok Dri " . Min. 2.0-inch Ultra HD Composite Insulation PVC-QS -60.0
steel Ultra Polyiso Insulation; with D””'Tle°|3 Re“efe" S‘ee'lp'a‘e' [I’””' 2.0 ft? * LRF-XF or Q
. . Tec 3” Steel Plate, Drill-Tec 3” Flat St
tOmeSt Iayer min. 2-inch Pleacte, DriTIe-Teca;im :;Iibbee; Galv:lumeee 0OB500
thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
, - LRF-M, LRF-
. Fastener, Drill-Tec #14 HD Fastener, Drill- ’
92 Grade 33 :EnerlgyGuard EPOIWSOG d Tec #15 DF Fastener, Drill-Tec XHD 1 M Canister,
Min. 22 ga., Type B, Grade nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . .
S-147. | Ultra Polviso Insulation: with Drill-Tec 3" Recessed Steel Plate, Drill- ) Min. 2.0-inch Ultra HD Composite Insulation LRF-XF or PVC-QS -67.5
stee ra Polyiso Insulation; 1.8 ft
topmost Iayer min. 2-inch Tec 3” Steel Plate, Drill-Tec 3” Flat Steel OBSOO, 6-
N Plate, Drill-Tec 3 in. Ribbed Galvalume .
thick Plate (Flat), Drill-Tec 3” Standard Plate, inch o.c.
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 HD
il il LRF-M, LRF-
EnergyGuard Polyiso Fastener, Drill-Tec #15 l?F Fastener, Drill . . : . l
Min. 22 ga., Type B, Grade 33 | Insulati . Guard Tec XHD Fastener or Drill-Tec #15 EHD 1 per Min. 2.0-inch EnergyGuard Polyiso Insulation, M Canister,
. o“ )y nsulation or energyGuart Fastener with Drill-Tec 3” Recessed Steel . .
S-148. steel Ultra Polyiso Insulation; Plate, Drill-Tec 3" Steel Plate, Drill-Tec 3" 1622 EnergyGuard Ultra Polyiso Insulation or Ultra HD LRF-XF or PVC-QS -67.5
. . Flat Steel Plate, Drill-Tec 3 in. Ribbed ’ Composite Insulation OB500, 6-
to_meSt Iayer min. 2-inch Galvalume Plate (Flat), Drill-Tec 3" inch o.c
thick Standard Steel Plate, Drill-Tec AccuTrac o
Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD
One or more layer(s) Fastener, Drill-Tec #15 DF Fastener, Drill-
EnergyGuard Polyiso Tec XHD Fastener or Drill-Tec #15 EHD LRF-M, LRF-
. R Fastener with Drill-Tec 3” Recessed Steel Min. 2.0-inch EnergyGuard Polyiso Insulation, M Canister,
5149 Min. 22 ga., Type B, Grade 33 | Insulation or EnergyGuard Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” 1 per EnergyGuard Ultra Polyiso Insulation or Ultra HD LRE-XF or PVC-QS -75.0
: steel Ultra Polyiso Insulation; Flat Steel Plate, Drill-Tec 3 in. Ribbed 1.45 2 ! ! .
toomost laver min. 2-inch Galvalume Plate (Flat), Drill-Tec 3" Composite Insulation 0B500, 6-
_p Yy N Standard Steel Plate, Drill-Tec AccuTrac inch o.Cc
thick Flat Plate or Drill Tec 3” DF Steel Insulation e
Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD
One or more |ayer(5) Fastener, Drill-Tec #15 DF Fastener, Drill-
. Tec XHD Fastener or Drill-Tec #15 EHD LRF-M, LRF-
EnergyGuard Polyiso e " .
) N Fastener with Drill-Tec 3” Recessed Steel ) ) . ) M Can|5terl
5150 Min. 22 ga., Type B, Grade 80 | Insulation or EnergyGuard Plate, Drill-Tec 3" Steel Plate, Drill-Tec 3" 1 per Min. 2.0-inch EnergyGuard Polyiso Insulation, LRE-XF or PVC-QS 135.0
’ steel Ultra Polyiso Insulation; Flat Steel Plate, Drill-Tec 3 in. Ribbed 1.0ft> | EnergyGuard Ultra Polyiso Insulation ’
topmost Iayer min. 2-inch Galvalume Plate (Flat), Drill-Tec 3 OBSOO, 4-
. Standard Steel Plate, Drill-Tec AccuTrac .
thick Flat Plate or Drill Tec 3” DF Steel Insulation inch o.c.
Plate

EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN HOT ASPHALT:
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
Min. 22 ga., Type B, Grade 33 Min .2-|nch Ene:rgyGuard Min. 0.5-inch EnergyGuard HP Polyiso Cover Board hot asphalt,
. K Polyiso Insulation, 1 per or EnergyGuard HD Plus Polyiso Cover Board or LRF-M, LRF-
S-151. steel or min. 2,500 psi Note 2 . . . . PVCF-HA -30.0
structural concrete EnergyGuard Ultra 1.8 ft? min. 1.5-inch EnergyGuard Polyiso-HD Composite XF or
Polyiso Insulation Insulation or Ultra HD Composite Insulation OB500
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN EVERGUARD WB181 BONDING ADHESIVE:
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso . . . .
5-152. | steel or min. 2,500 psi Insulation or Note 2 1per | Additionaloptional layers, min-0.5-inch base 0B500 PVCF-WB -45.0*
2.0ft? insulation
structural concrete EnergyGuard Ultra
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 mrii;:?r::uﬁ:;;iygruard 1 per Additional optional layers, min. 0.5-inch base
$-153. | steel or min. 2,500 psi v Note 2 P ; natop vers, min. S. OB500 PVCF-WB -45.0*
EnergyGuard Ultra 4.0 ft? insulation
structural concrete h .
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 . . ] . )
5154, steel or min. 2,500 psi Min. 1.5-inch Note 2 1 per Min. 0.25 .|nch DensDeck Prime or SECUROCK 0B500 PVCF-WB 37.5%
EnergyGuard RA 3.2 ft? Gypsum-Fiber Roof Board
structural concrete
Min. 22 ga., Type B, Grade 33 . R . . .
$-155. steel or min. 2,500 psi Min. 1.5-inch Note 2 1 per2 Min. 0.25 .|nch DensDeck Prime or SECUROCK 0B500 PVCE-WB 45.0*
EnergyGuard RA 2.0 ft Gypsum-Fiber Roof Board
structural concrete
Min. 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per Additional optional layer(s), min. 0.5-inch base
S-156. steel or min. 2,500 psi Insulation or Note 2 ) (;)ftz insulation followed by Min. 0.25-inch DensDeck 0OB500 PVCF-WB -45.0*
structural concrete EnergyGuard Ultra ’ Prime or SECUROCK Gypsum-Fiber Roof Board
Polyiso Insulation
Min 2-inch E
Min. 22 ga., Type B, Grade 33 Polln is;?gsulggggr]yg:]ard 1 per Additional optional layer(s), min. 0.5-inch base
S-157. steel or min. 2,500 psi v Note 2 P insulation followed by Min. 0.25-inch DensDeck OB500 PVCF-WB -45.0*
EnergyGuard Ultra 4.0 ft? . )
structural concrete A i Prime or SECUROCK Gypsum-Fiber Roof Board
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 | Min. 2-inch EnergyGuard . . .
S-158. steel or min. 2,500 psi Polyiso Insulation, Note 2 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof 0B500 PVCF-WB -60.0
1.3ft? Board
structural concrete EnergyGuard RA
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso . . . .
5-159. | steel or min. 2,500 psi Insulation or Note 2 Lper | Additional optional layers, min. 0.5-inch base LRF-M PVCF-WB 45.0*
2.0 ft? insulation
structural concrete EnergyGuard Ultra
Polyiso Insulation
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) Type asen tac Type ac (Note 15) (psf)
yp (Note 11) (Note 17) yp (Notes 6,7,8)
Min. 22 ga., Type B, Grade 33 mriigr:r::uﬁ:g;iygruard 1 per Additional optional layers, min. 0.5-inch base
$-160. | steel or min. 2,500 psi v Note 2 P ! natop Ve LRF-M PVCF-WB -45.0*
EnergyGuard Ultra 4.0 ft? insulation
structural concrete A ;
Polyiso Insulation
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per Additional optional layer(s), min. 0.5-inch base
S-161. steel or min. 2,500 psi Insulation or Note 2 ) (;)ftz insulation followed by Min. 0.25-inch DensDeck LRF-M PVCF-WB -45.0*
structural concrete EnergyGuard Ultra ’ Prime or SECUROCK Gypsum-Fiber Roof Board
Polyiso Insulation
. Min 2-inch E Guard b, \ . .
Min. 22 ga., Type B, Grade 33 Polln isc:rl]r:sulgt?criyoruar 1 per Additional optional layer(s), min. 0.5-inch base
S-162. steel or min. 2,500 psi Ene\: Guard Ultra Note 2 4 (r)thZ insulation followed by Min. 0.25-inch DensDeck LRF-M PVCF-WB -45.0*
structural concrete .gy . ’ Prime or SECUROCK Gypsum-Fiber Roof Board
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 | Min. 2-inch EnergyGuard . . .
1 Min. 0.25-inch SECUROCK -F Roof
5-163. | steel or min. 2,500 psi Polyiso Insulation, Note 2 y 4 in. 0.25-inch SECUROCK Gypsum-Fiber Roo LRF-M PVCF-WB -60.0
1.3 ft Board
structural concrete EnergyGuard RA
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso . . . .
S-164. | steel or min. 2,500 psi Insulation or Note 2 Lper | Additional optionallayers, min. 0.5-inch base LRF-XF PVCF-WB 45.0*
2.0 ft2 insulation
structural concrete EnergyGuard Ultra
Polyiso Insulation
Min 2-inch E
Min. 22 ga., Type B, Grade 33 P;risc)lr:gsulgggiyg:]ard 1 per Additional optional layers, min. 0.5-inch base
5-165. | steel or min. 2,500 psi v Note 2 P Aadtlonal op yers, min. €. LRF-XF PVCF-WB -45.0*
EnergyGuard Ultra 4.0 ft? insulation
structural concrete . ;
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 | Min. 2-inch EnergyGuard . . .
S-166. steel or min. 2,500 psi Polyiso Insulation, Note 2 1 per2 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRF-XF PVCF-WB -60.0
1.3 ft Board
structural concrete EnergyGuard RA
Min. 2 x 48 x 96-inch OB500. LRE-
5167, Min. 22 ga., Type B, Grade 33 Energy.Guard Polyiso Note 2 1 per Mln.‘0.5-|nch DensDeck Prime or EnergyGuard HD M or LRE-XF, | PVCF-WB 525
steel Insulation or EnergyGuard 1.8 ft2 Polyiso Cover Board .
6-inch o.c.
Ultra
Min. 2 x 48 x 96-inch OB500. LRE-
S-168. Min. 22 ga., Type B, Grade 33 Energy.Guard Polyiso Note 2 1 per Mln.‘0.5—|nch DensDeck Prime or EnergyGuard HD M or LRF-XF, | PVCF-WB 750
steel Insulation or EnergyGuard 1.6 ft2 Polyiso Cover Board .
Ultra 6-inch o.c.
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROECQVER
Base Insulation Layer

Top Insulation Layer

System Deck 5 R Roof Cover MDP
n
No. (Note 1) Type aste Bismich Type ttac (Note 15) (psf)
(Note 11) (Note 17) (Notes 6,7,8)
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more |ayer(5) Tec #14 Fastener, Drill-Tec #14 DF
. Fastener, Drill-Tec #14 HD Fastener, Drill- LRF-M, LRF-
Min. 22 T B Grade 33 :Enerigy'Guard EPOIVISOG d Tec #15 DF Fastener, Drill-Tec XHD 1 MC 4 N
n. ga., lype b, Grade nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . . anister,
S-169. ] ) th D " . Min. 2.0-inch Ultra HD Composite Insulation PVCF-WB -45.0*
steel Ultra P0|yISO Insulatlon; with Drill-Tec 3” Recessed Steel Plate, Drill- 5.3 ftz p LRF-XF or
t t1 in. 2-inch Tec 3” Steel Plate, Drill-Tec 3” Flat Steel
opmost layer min. 2-inc Plate, Drill-Tec 3 in. Ribbed Galvalume 0OB500
thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
. Fastener, Drill-Tec #14 HD Fastener, Drill- LRF-M, LRF-
Min. 22 T B Grade 33 :EnerlgyGuard EPOIWSOG d Tec #15 DF Fastener, Drill-Tec XHD 1 MC ' +
n. a. e rade nsulation or Ener, uari Fastener or Drill-Tec #15 EHD Fastener er . . . . anister,
$-170. ga., Type &, . &Y th Drill-Tec 3" Recessed Steel Plate. Drill- P , | Min.2.0-inch Ultra HD Composite Insulation " | PVCF-WB -45.0*
steel Ultra Polyiso Insulation; with Drill-Tec 3" Recessed Steel Plate, Dri 3.2 ft LRF-XF or
topmost Iayer min. 1.5 Tec 3” Steel Plate, Drill-Tec 3” Flat Steel 0OB500
Uit Plate, Drill-Tec 3 in. Ribbed Galvalume
inch thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
. Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
; EnerlgyGuard Polyiso g Tec #15 DF Fastener, Drill-Tec XHD 1 k/'I“ZZ M{ LRF
Min. 22 ga., Type B, Grade 33 Insulation or EnergyGuar: Fastener or Drill-Tec #15 EHD Fastener per ) ) . ) anister,
S-171. ! ! ; . o ” ' Min. 2.0-inch Ultra HD Composite Insulation " | PVCF-WB -60.0
steel Ultra Polyiso Insulation; with Drill-Tec 3” Recessed Steel Plate, Drill- | 9 0 ft2 P LRF-XF or
topmost layer min. 2-inch Tec 3” Steel Plate, Drill-Tec 3” Flat Steel OB500
i Plate, Drill-Tec 3 in. Ribbed Galvalume
thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
EnerevGuard Polviso Fastener, Drill-Tec #14 HD Fastener, Drill- LRF-M, LRF-
Min. 22 T B. Grade 33 | |gy' E i G d Tec #15 DF Fastener, Drill-Tec XHD 1 M Canister,
n. ga., lype b, Graae nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . .
S-172. | Ultra Polviso Insulation: with Drill-Tec 3" Recessed Steel Plate, Drill 2 Min. 2.0-inch Ultra HD Composite Insulation LRF-XF or PVCF-WB -67.5
stee ra Polyiso Insulation; 1.8
t 1 in. 2-inch Tec 3” Steel Plate, Drill-Tec 3” Flat Steel OBSOO, 6-
Opmost layer min. 2-inc Plate, Drill-Tec 3 in. Ribbed Galvalume ;
thick Plate (Flat), Drill-Tec 3” Standard Plate, incho.c.
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate

©ONEMO ETC LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC
GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411
TOP OF APPENDIX

PEER-GAF-008.A.R67 for FL3443-R63 (NON-HVHZ)
Revision 67: 08/17/2026
Appendix 1, Page 42 of 177



TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) Type asen tac Type ac (Note 15) (psf)
yp (Note 11) (Note 17) yp (Notes 6,7,8)
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more laver(s Tec #14 Fastener, Drill-Tec #14 HD
EnerevGuard PZI I(S(j Fastener, Drill-Tec #15 DF Fastener, Drill- LRF-M, LRF-
. &Y v Tec XHD Fastener or Drill-Tec #15 EHD Min. 2.0-inch EnergyGuard Polyiso Insulation, M Canister,
5173, | Min-22ga. TypeB, Grade 33 | Insulation or EnergyGuard | fastenerwit bril-Tec 3 Recessedstel | 1 PRI | g0 o0 Garg Ultra Polyiso Insulation or Ultra HD LRF-XFor | PVCF-WB 67.5
: steel Ultra Polyiso Insulation: Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” 1.6 ftz 8Y! a roly o o7
¢ ol in. 2-i ! h Flat Steel Plate, Drill-Tec 3 in. Ribbed ’ Composite Insulation OB500, 6-
opmost layer min. 2-inc Galvalume Plate (Flat), Drill-Tec 3” .
thick Standard Steel Plate, Drill-Tec AccuTrac incho.c.
Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD
One or more layer(s Fastener, Drill-Tec #15 DF Fastener, Drill-
EnergyGuard PZI I(SC: Tec XHD Fastener or Drill-Tec #15 EHD LRF-M, LRF-
. gy' Y Fastener with Drill-Tec 3” Recessed Steel Min. 2.0-inch EnergyGuard Polyiso Insulation, M Canister,
$-174 Min. 22 ga., Type B, Grade 33 | Insulation or EnergyGuard Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3" 1 per E Guard Ultra Polviso Insulati Ultra HD LRE-XE PVCE-WB 75.0
. . steel Ultra Poniso Insulation: Flat Steel Plate, Drill-Tec 3 in. Ribbed 1.45 ftz nergyGuar tra Po yiso Insu ation or Ultra - or - 9.
. ! Galvalume Plate (Flat), Drill-Tec 3” ’ Composite Insulation 0OB500, 6-
tOmeSt Iayer min. 2-inch Standard Steel Plate, Drill-Tec AccuTrac P inch
thick Flat Plate or Drill Tec 3” DF Steel Insulation inch o.c.
Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD
One or more layer(s Fastener, Drill-Tec #15 DF Fastener, Drill-
EnergyGuard PZWI(SC: Tec XHD Fastener or Drill-Tec #15 EHD LRF-M, LRF-
. ; Fastener with Drill-Tec 3" Recessed Steel ) . ) ) M Canister,
o Min. 22 ga., Type B, Grade 80 | Insulation or EnergyGuard | Plate, Drill-Tec 3" Steel Plate, Drill-Tec 3" 1per | Min.2.0-inch EnergyGuard Polyiso Insulation, LRF-XF or PVCF-WB 1135.0
’ steel Ultra Polyiso Insulation; Flat Steel Plate, Drill-Tec 3 IgiiRked 1.0ft> | EnergyGuard Ultra Polyiso Insulation ’
topmost Iayer min. 2-inch Galvalume Plate (Flat), Drill-Tec 3” OBSOO, 4-
i Standard Steel Plate, Drill-Tec AccuTrac .
thick Flat Plate or Drill Tec 3” DF Steel Insulation inch o.c.
Plate
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN LRF ADHESIVE M OR LRF ADHESIVE O:
. Min 2-inch EnergyGuard
Min. 22 ga., T B, Grade 33 X . . . .
5176 stcler:al or ﬁir; Zyggol Sira N Polyiso Insulation or Note 2 1 per Min. 0.25-inch DensDeck Prime or SECUROCK LRF-M or PVCF-LM or PVCF- 37.5%
’ " P EnergyGuard Ultra 4.0 ft? Gypsum-Fiber Roof Board 0OB500 LO, 12-inch o.c. ’
structural concrete . )
Polyiso Insulation
. Min 2-inch EnergyGuard
Min. 22 ga., Type B, Grade 33 . . .
. K Polyiso Insulation or 1 per . . LRF-M or PVCF-LM, 12-inch
S-177. steel or min. 2,500 psi v v Note 2 P ) Min. 0.25-inch DEXcell FA Glass Mat Roof Board : -37.5*%
structural concrete EnergyGuard Ultra 4.0 ft OB500 o.c.
Polyiso Insulation
. Min 2-inch EnergyGuard . . . . .
.22ga. B " I . 0.5- B .
Min ga' , Type B, G.rade 33 Polyiso Insulation or 1 per Min 0 5-inch base |nSLf|at|on followed, by Min LRF-M or PVCE-LM or PVCE- .
S-178. steel or min. 2,500 psi EnerevGuard Ultra Note 2 20 0.25-inch DensDeck Prime or SECUROCK Gypsum- OB500 LO. 12-inch o.c -45.0
structural concrete 'gy ) ’ Fiber Roof Board ! o
Polyiso Insulation
. Min 2-inch EnergyGuard
.22ga. B . ) . . . . . .
5179 :g;l or ﬁ'\aw; T;E?)OI firade 33 Polyiso Insulation or Note 2 1 per Min. 0.5-inch base insulation followed, by Min. LRF-M or PVCF-LM, 12-inch -45.0*
’ T P EnergyGuard Ultra 4.0ft2 | 0.25-inch DEXcell FA Glass Mat Roof Board 0B500 o.c. ’
structural concrete . .
Polyiso Insulation
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
Min 1.5-inch
Min. 22 ga.., Type B, G.rade 33 Energy.Guard Polyiso 1 per Optional Iayer§ of m|n..0.5-|nch base |ns.u|at|on LRE-M or PVCE-LM or PVCE-
S-180. steel or min. 2,500 psi Insulation or Note 2 2082 followed by Min. 0.25-inch DensDeck Prime or OB500 LO. 12-inch o.c -45.0*
structural concrete EnergyGuard Ultra ’ SECUROCK Gypsum-Fiber Roof Board ! -
Polyiso Insulation
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso Optional layers of min. 0.5-inch base insulation )
S-181. steel or min. 2,500 psi Insulation or Note 2 1 per followed by Min. 0.25-inch DEXcell FA Glass Mat LRF-M or PVCF-LM, 12-inch -45.0*
2.0 ft? OB500 o.c.
structural concrete EnergyGuard Ultra Roof Board
Polyiso Insulation
s 18 :f;’;l fj ﬁf‘m sz‘;gg' firade 33 | Min. 2-inch EnergyGuard Note 2 1per | Min. 0.25-inch DensDeck Prime or SECUROCK LRF-M or PVCF-LM or PVCF- | o
’ T P Polyiso Insulation 3.2 ft> | Gypsum-Fiber Roof Board 0B500 LO, 4-inch o.c. ’
structural concrete
Min. 22 ga., Type B, Grade 33 . . :
5-183. | steel or min. 2,500 psi Min. 2-inch EnergyGuard |\ /., 1Per 1 \tin. 0.25-inch DEXcell FA Glass Mat Roof Board LRF-M or PVCF-LM, 4-inch -30.0*
Polyiso Insulation 3.2 ft 0OB500 o.c.
structural concrete
. Optional layers of min. 0.5-inch EnergyGuard
s18 'S\:';:I if ﬁfm sz‘;gg” firade 33 | Min. 2-inch EnergyGuard Note 2 1per | Polyiso Insulation followed by Min. 0.25-inch LRF-M or PVCF-LM or PVCF- |,
’ o P Polyiso Insulation 2.9 ft? DensDeck Prime or SECUROCK Gypsum-Fiber Roof 0OB500 LO, 4-inch o.c. ’
structural concrete
Board
Min. 22 ga.., Type B, Gvrade 33 Min. 2-inch EnergyGuard 1 per OptlF)naI Iayerﬁ of min. 0.5-inch I—?nergyGl.Jard LRF-M or PVCF-LM, 4-inch
S-185. steel or min. 2,500 psi Polviso Insulation Note 2 29 ft2 Polyiso Insulation followed by Min. 0.25-inch 0OB500 oc -45.0*
structural concrete v ’ DEXcell FA Glass Mat Roof Board o
. . . Optional layers of min. 0.5-inch EnergyGuard
5-186 'S\:l;r;'l if ﬁir; nggg’ (;rade 3 'I;/:Zr 12:::2 Polviso Note 2 1 per Polyiso Insulation followed by Min. 0.25-inch LRF-M or PVCF-LM or PVCF- -45.0%
: EPROP &v: Y 2.0ft2 | DensDeck Prime or SECUROCK Gypsum-Fiber Roof | OB500 LO, 4-inch o.c. :
structural concrete Insulation
Board
Min. 22 ga., Type B, Grade 33 | Min. 1.5-inch Optional layers of min. 0.5-inch EnergyGuard )
S-187. steel or min. 2,500 psi EnergyGuard Polyiso Note 2 1 per Polyiso Insulation followed by Min. 0.25-inch LRF-M or PVCF-LM, 4-inch -45.0*
) 2.0 ft? 0B500 o.c.
structural concrete Insulation DEXcell FA Glass Mat Roof Board
Min. 22 ga., T B, Grade 33 | Min. 2-inch E Guard
N 22 ga. Type & brade N 1per | Min.0.25-inch SECUROCK Gypsum-Fiber Roof LRF-Mor | PVCF-LM or PVCF-
S-188. steel or min. 2,500 psi Polyiso Insulation, Note 2 ) . -60.0
1.3 ft Board OB500 LO, 4-inch o.c.
structural concrete EnergyGuard RA
. Min 2-inch EnergyGuard
Min. 22 ga., Type B, Grade 33 | . ic0 |nsulation or 1per | Min.0.25-inch DensDeck Prime or SECUROCK PVCF-LM or PVCF-
S-189. steel or min. 2,500 psi Note 2 ) X LRF-XF . -37.5%
EnergyGuard Ultra 4.0 ft Gypsum-Fiber Roof Board LO, 12-inch o.c.
structural concrete N .
Polyiso Insulation
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
Min. 22 ga., Type B, Grade 33 PMollnéc:T;:uElgsgiygruard 1 per PVCF-LM, 12-inch
S-190. steel or min. 2,500 psi v Note 2 P Min. 0.25-inch DEXcell FA Glass Mat Roof Board LRF-XF ! -37.5%
EnergyGuard Ultra 4.0 ft? o.c.
structural concrete A .
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 glcl)lln é;r:rti:ul-i:tei;gnyiruard 1 per Min. 0.5-inch base insulation followed, by Min. PVCE-LM or PVCE-
S-191. steel or min. 2,500 psi v Note 2 P 0.25-inch DensDeck Prime or SECUROCK Gypsum- LRF-XF . -45.0*
EnergyGuard Ultra 4.0 ft? ; LO, 12-inch o.c.
structural concrete A ) Fiber Roof Board
Polyiso Insulation
. Min 2-inch EnergyGuard
5192 :f;:l iﬁ ia"; szggg’ (:‘irade 3 Polyiso Insulation or Note 2 1 per Min. 0.5-inch base insulation followed, by Min. LREXE PVCF-LM, 12-inch -45.0*
’ T P EnergyGuard Ultra 4.0 ft2 | 0.25-inch DEXcell FA Glass Mat Roof Board o.c. ’
structural concrete . )
Polyiso Insulation
Min 1.5-inch
Min. 22 ga.., Type B, G.rade 33 Energy.Guard Polyiso 1 per Optional Iayer:T: of m|n..0.5—|nch base ms!JIatlon PVCF-LM or PVCE-
S-193. steel or min. 2,500 psi Insulation or Note 2 202 followed by Min. 0.25-inch DensDeck Prime or LRF-XF L0, 12-inch o.c -45.0*
structural concrete EnergyGuard Ultra ’ SECUROCK Gypsum-Fiber Roof Board ! h
Polyiso Insulation
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per Optional layers of min. 0.5-inch base insulation PVCE-LM. 12-inch
S-194. steel or min. 2,500 psi Insulation or Note 2 2 (;)ftz followed by Min. 0.25-inch DEXcell FA Glass Mat LRF-XF oc ! -45.0*
structural concrete EnergyGuard Ultra : Roof Board -
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 | . 5 in o EnergyGuard 1per | Min. 0.25-inch DensDeck Prime or SECUROCK PVCF-LM or PVCF-
S-195. steel or min. 2,500 psi X . Note 2 ) X LRF-XF . -30.0*
Polyiso Insulation 3.2 ft Gypsum-Fiber Roof Board LO, 4-inch o.c.
structural concrete
Min. 22 ga., Type B, Grade 33 . . .
$-196. | steel or min. 2,500 psi Min. 2-inch EnergyGuard | \ ., LPer 1 \in. 0.25-inch DEXcell FA Glass Mat Roof Board LRF-XF PVCF-LM, 4-inch -30.0*
Polyiso Insulation 3.2 ft? o.c.
structural concrete
. Optional layers of min. 0.5-inch EnergyGuard
Min. 22 ga., T B
5197 st(ler:el or rg:"; ;230' Csiirade 3 Min. 2-inch EnergyGuard Note 2 1 per Polyiso Insulation followed by Min. 0.25-inch LRE-XE PVCF-LM or PVCF- _45.0*
’ T P Polyiso Insulation 2.9 ft2 DensDeck Prime or SECUROCK Gypsum-Fiber Roof LO, 4-inch o.c. ’
structural concrete
Board
Min. 22 ga., Type B, Grade 33 . . Optional layers of min. 0.5-inch EnergyGuard .
S-198. steel or min. 2,500 psi 'F\’/:;r.iszoI&(;TJIEza:iegsyGuard Note 2 21;:2 Polyiso Insulation followed by Min. 0.25-inch LRF-XF Z\ZCF LM, 4-inch -45.0*
structural concrete v ’ DEXcell FA Glass Mat Roof Board -
. . . Optional layers of min. 0.5-inch EnergyGuard
.22 ga. B . 1.5- . . . .
5199 S'\fézl or ﬁ:n T;EZOI Sirade g3 EMr:Zr 2;2:2 Polviso Note 2 1 per Polyiso Insulation followed by Min. 0.25-inch LRE-XE PVCF-LM or PVCF- -45.0*
’ o 0 EY v 2.0ft2 | DensDeck Prime or SECUROCK Gypsum-Fiber Roof LO, 4-inch o.c. ’
structural concrete Insulation Board
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) Type asen tac Type ac (Note 15) (psf)
yp (Note 11) (Note 17) yp (Notes 6,7,8)
Min. 22 ga., Type B, Grade 33 | Min. 1.5-inch 1 per Optional layers of min. 0.5-inch EnergyGuard PVCE-LM. 4-inch
S-200. steel or min. 2,500 psi EnergyGuard Polyiso Note 2 5 (;)ftz Polyiso Insulation followed by Min. 0.25-inch LRF-XF oc ! -45.0*
structural concrete Insulation ’ DEXcell FA Glass Mat Roof Board -
Min. 22 ga., Type B, Grade 33 | Min. 2-inch EnergyGuard 1per | Min.0.25-inch SECUROCK Gypsum-Fiber Roof PVCF-LM or PVCF-
S-201. steel or min. 2,500 psi Polyiso Insulation, Note 2 1302 Board LRF-XF LO. 4-inch o.c -60.0
structural concrete EnergyGuard RA ’ ’ e
Min. 2 x 48 x 96-inch
. . Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- 0OB500, LRF-
S-202. Min. 22 ga,, Type B, Grade 33 Energyguard Polyiso Note 2 1 per Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, PVCF !'M or PVCF -52.5
steel Insulation or EnergyGuard 1.8 ft2 . LO, 4-inch o.c.
Ultra Board 6-inch o.c.
Min. 2 x 48 x 96-inch
. . Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- 0OB500, LRF-
S-203. Min. 22 ga,, Type B, Grade 33 Energyguard Polyiso Note 2 1 per Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, PVCF !'M or PVCF -75.0
steel Insulation or EnergyGuard 1.6 ft2 . LO, 4-inch o.c.
Ultra Board 6-inch o.c.
Min. 2 x 48 x 96-inch
. . Note 2 or Drill Tec #12 DF Fastener Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- OB500, LRF- : .
S-204. M|n.| 22 ga., Type B, Grade 80 :Ene:gyguard :OIVISOG d or Drill Tec #14 DF Fastener with 11 p?rz Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, PVCF !'M or PVCF -157.5
stee S;:aatlon or EnergyGuar Drill Tec 3” DF Steel Insulation Plate .0 ft Board -inch o.c. LO, 4-inch o.c.
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN SPATTER APPLICATIONS:
. Min 2-inch EnergyGuard Min. 0.5-inch EnergyGuard HD Polyiso Cover Board
Min. 22 ga., T B
5205 st(lar:el or ﬁqam gg?)o, Csiirade 33 Polyiso Insulation, Note 2 1 per or EnergyGuard HD Plus Polyiso Cover Board or hot asphalt PVCF-XF or PVCF- -30.0
' structural c<;nc,retep EnergyGuard Ultra 1.8 ft? min. 1.5-inch EnergyGuard Polyiso-HD Composite P OB '
Polyiso Insulation Insulation or Ultra HD Composite Insulation
. Min 2-inch EnergyGuard Min. 0.5-inch EnergyGuard HD Polyiso Cover Board
Min. 22 ga., T B
$-206 st(lar:el or ﬁflr; g’;?)o, Csiirade 3 Polyiso Insulation, Note 2 1 per or EnergyGuard HD Plus Polyiso Cover Board or LRF-M or PVCF-XF or PVCF- 300
' structural cc;nc'retep EnergyGuard Ultra 1.8 ft? min. 1.5-inch EnergyGuard Polyiso-HD Composite 0OB500 OB '
Polyiso Insulation Insulation or Ultra HD Composite Insulation
Min. 22 ga., T B
5207 st(lar:el or ﬁflr; g’;?)o, Csiirade 3 Min. 2-inch EnergyGuard Note 2 1 per Min. 0.25-inch DensDeck Prime or SECUROCK LRF-M or PVCF-XF or PVCF- 30.0*
’ structural c<;nc'retep Polyiso Insulation 3.2 ft> | Gypsum-Fiber Roof Board 0B500 0B ’
Min. 22 ga., Type B, Grade 33 . .
. 2- E 1 . . LRF-
S-208. steel or min. 2,500 psi PMJF i:ollr:]csl:jlartliec:rg]yGuard Note 2 3 Zp?trz Min. 0.25-inch DEXcell FA Glass Mat Roof Board oRBFsg/(l) or PVCF-XF -30.0*
structural concrete v ’
. Min 2-inch EnergyGuard
$-209 's\:l;r;'l iﬁ gr:lé T;Zzg’ (sﬁirade 33 Polyiso Insulation or Note 2 1 per Min. 0.25-inch DensDeck Prime or SECUROCK LRF-M or PVCF-XF or PVCF- 37.5%
’ structural cc;nc,retep EnergyGuard Ultra 4.0ft2 | Gypsum-Fiber Roof Board 0OB500 OB ’
Polyiso Insulation
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
Min. 22 ga., Type B, Grade 33 PMollnéc:T;:uElgsgiygruard 1 per LRF-M or
S-210. steel or min. 2,500 psi v Note 2 P Min. 0.25-inch DEXcell FA Glass Mat Roof Board PVCF-XF -37.5%
EnergyGuard Ultra 4.0 ft? 0OB500
structural concrete A .
Polyiso Insulation
. Min 2-inch EnergyGuard . . . . .
Min. 22 ga.., Type B, G.rade 33 Polyiso Insulation or 1 per Min. F).S—mch base msu.Iatlon followed, by Min. LRE-M or PVCE-XE or PVCE-
S-211. steel or min. 2,500 psi Note 2 0.25-inch DensDeck Prime or SECUROCK Gypsum- -45.0*
EnergyGuard Ultra 4.0 ft? ; 0OB500 OB
structural concrete A ) Fiber Roof Board
Polyiso Insulation
. Min 2-inch EnergyGuard
5212 :f;:l iﬁ ia"; szggg’ (:‘irade 3 Polyiso Insulation or Note 2 1 per Min. 0.5-inch base insulation followed, by Min. LRF-M or PVCE-XF -45.0*
’ T P EnergyGuard Ultra 4.0 ft2 | 0.25-inch DEXcell FA Glass Mat Roof Board 0B500 ’
structural concrete . )
Polyiso Insulation
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso Optional layers of min. 0.5-inch base insulation
1 LRF-M PVCF-XF or PVCF-
S-213. steel or min. 2,500 psi Insulation or Note 2 5 g?trz followed by Min. 0.25-inch DensDeck Prime or OBSOOor OBC orpPve -45.0*
structural concrete EnergyGuard Ultra ’ SECUROCK Gypsum-Fiber Roof Board
Polyiso Insulation
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per Optional layers of min. 0.5-inch base insulation LRF-M or
S-214. steel or min. 2,500 psi Insulation or Note 2 P ) followed by Min. 0.25-inch DEXcell FA Glass Mat PVCF-XF -45.0*
2.0 ft 0OB500
structural concrete EnergyGuard Ultra Roof Board
Polyiso Insulation
. Optional layers of min. 0.5-inch EnergyGuard
5215 gg; iﬁ ﬁflr; nggg' Csiirade 3 Min. 2-inch EnergyGuard Note 2 1 per Polyiso Insulation followed by Min. 0.25-inch LRF-M or PVCF-XF or PVCF- -45.0%
’ T P Polyiso Insulation 2.9 ft2 DensDeck Prime or SECUROCK Gypsum-Fiber Roof 0B500 OB ’
structural concrete
Board
Min. 22 ga., Type B, Grade 33 . ) Optional layers of min. 0.5-inch EnergyGuard
S-216. steel or min. 2,500 psi glgr'i:OIE]ZZE:ie;rg]yGuard Note 2 zlgpitrZ Polyiso Insulation followed by Min. 0.25-inch LORBFS(';/(lJ or PVCF-XF -45.0*
structural concrete Y ’ DEXcell FA Glass Mat Roof Board
. . . Optional layers of min. 0.5-inch EnergyGuard
.22 ga. B . 1.5- . . . .
17 g;’;l . fnam Tg‘;‘go' firade 3 EMr:Zr é;g:;‘ A, 0. 1per | Polyiso Insulation followed by Min. 0.25-inch LRF-Mor | PVCFXForPVCF- | . .
’ o P gy' v 2.0 ft? DensDeck Prime or SECUROCK Gypsum-Fiber Roof 0OB500 OB ’
structural concrete Insulation
Board
Min. 22 ga., Type B, Grade 33 | Min. 1.5-inch 1 per Optional layers of min. 0.5-inch EnergyGuard LRE-M or
S-218. steel or min. 2,500 psi EnergyGuard Polyiso Note 2 ) (?ftz Polyiso Insulation followed by Min. 0.25-inch OB500 PVCF-XF -45.0*
structural concrete Insulation ’ DEXcell FA Glass Mat Roof Board
in. 22 ga. B . . .
5219 :g;l or ﬁ'\aw; T;E?)OI Csiirade X\ Min 2-inch EnergyGuard Note 2 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRF-M or PVCF-XF or PVCF- 525
’ T p Polyiso Insulation 2.0ft*> | Board 0B500 0B ’
structural concrete
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
Min. 22 g2, Type 8, G.rade 3 Mm'. Z-inch EnfargyGuard 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRF-M or PVCF-XF or PVCF-
S-220. steel or min. 2,500 psi Polyiso Insulation, Note 2 13602 Board 0B500 o8B -60.0
structural concrete EnergyGuard RA
$-221. 's\f;';l if -y ;‘L‘:;i’oi::f:’a’ x&ifc;'&cs}LE:gfyG”ard Note 2 11 age | Min. 15-inch x max. 44 ft base insulation 0B500 PVCF-OB -60.0
Optional layers of min. 1.5-inch x max. 4x4 ft base
insulation followed by min. 0.25-inch x max. 4x4 ft
DensDeck Prime or SECUROCK Gypsum-Fiber Roof
Min. 22 ga., Type B, Grade 33 | Min. 2-inch EnergyGuard 1 per Board or min. 0.5-inch x max. 4x4 ft EnergyGuard
5-222. steel or structural concrete Polyiso Insulation Note 2 1.8 ft? HD Polyiso Cover Board or EnergyGuard HD Plus 0B500 PVCF-OB 600
Polyiso Cover Board or min. 1.5-inch EnergyGuard
Polyiso-HD Composite Insulation or Ultra HD
Composite Insulation
Min. 0.25-inch SECUROCK Gypsum-Fiber Roof
Board or min. 0.5-inch x max. 4x4 ft EnergyGuard
Min. 22 ga., Type B, Grade 33 | Min. 2-inch EnergyGuard 1 per HD Polyiso Cover Board or EnergyGuard HD Plus
5-223. steel or structural concrete Polyiso Insulation Note 2 1.8 ft? Polyiso Cover Board or min. 1.5-inch EnergyGuard 0B500 PVCF-OB 67.5
Polyiso-HD Composite Insulation or Ultra HD
Composite Insulation
Min. 22 ea. Tvoe B, Grade 33 Min 2-inch EnergyGuard Min. 0.5-inch EnergyGuard HD Polyiso Cover Board
224 steell or 51”; ZyF.::OOI si Polyiso Insulation, Note 2 1 per or EnergyGuard HD Plus Polyiso Cover Board or LRE-XF PVCF-XF or PVCF- -30.0
’ structural c<;nc,retep EnergyGuard Ultra 1.8 ft? min. 1.5-inch EnergyGuard Polyiso-HD Composite OB ’
Polyiso Insulation Insulation or Ultra HD Composite Insulation
S5 'S\:';:I if ﬁfm sz‘;gg” firade 33 | Min. 2-inch EnergyGuard Note 1per | Min. 0.25-inch DensDeck Prime or SECUROCK LRFXF PVCF-XFor PVCF- |
’ structural cc;nc,retep Polyiso Insulation 3.2 ft2 | Gypsum-Fiber Roof Board OB ’
Min. 22 ga., Type B, Grade 33 . .
$-226. | steel or min. 2,500 psi gf;r'ifo'n‘zza:gfy@ard Note 2 312p G | Min. 0.25-inch DEXcell FA Glass Mat Roof Board LRF-XF PVCF-XF -30.0*
structural concrete 4 ’
. Min 2-inch EnergyGuard
.22 ga. B . . . . .
capy | ooin. 2283, TYRE B firade 33 | Polyiso Insulation or 0. Lper | Min.0.25-inch DensDeck Prime or SECUROCK LREXE PVCF-XFor PVCF- |,
’ structural co.néretep EnergyGuard Ultra 4.0ft> | Gypsum-Fiber Roof Board OB ’
Polyiso Insulation
S-228. steel or min. 2,500 psi Ene\:’ Guard Ultra Note 2 4 gftz Min. 0.25-inch DEXcell FA Glass Mat Roof Board LRF-XF PVCF-XF -37.5*
structural concrete ey ; ’
Polyiso Insulation
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
Min. 22 ga., Type B, Grade 33 ’:gr ;;T;:j:g;iygfard 1 per Min. 0.5-inch base insulation followed, by Min. PVCE-XE or PVCE
S-229. steel or min. 2,500 psi v Note 2 P 0.25-inch DensDeck Prime or SECUROCK Gypsum- LRF-XF -45.0*
EnergyGuard Ultra 4.0 ft? ; OB
structural concrete N . Fiber Roof Board
Polyiso Insulation
. Min 2-inch EnergyGuard
Min. 22 ga., Type B, Grade 33 . ) ) . . ’ .
. K Polyiso Insulation or 1 per Min. 0.5-inch base insulation followed, by Min.
-230. teel . 2,500 N 2 LRF-XF PVCF-XF -45.0*
>230. | steel or min. 2,500 psi EnergyGuard Ultra ote 4.0f¢ | 0.25-inch DEXcell FA Glass Mat Roof Board ¢ >0
structural concrete h .
Polyiso Insulation
Min 1.5-inch
Min. 22 gq., Type B, GArade 33 Energy.Guard Polyiso 1 per Optional Iayers. of m|n..0.5-|nch base |ns.u|at|on PVCF-XF or PVCE-
S-231. steel or min. 2,500 psi Insulation or Note 2 2.0 f22 followed by Min. 0.25-inch DensDeck Prime or LRF-XF o8B -45.0*
structural concrete EnergyGuard Ultra ’ SECUROCK Gypsum-Fiber Roof Board
Polyiso Insulation
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per Optional layers of min. 0.5-inch base insulation
S-232. steel or min. 2,500 psi Insulation or Note 2 2 (;)ftz followed by Min. 0.25-inch DEXcell FA Glass Mat LRF-XF PVCF-XF -45.0*
structural concrete EnergyGuard Ultra ’ Roof Board
Polyiso Insulation
. Optional layers of min. 0.5-inch EnergyGuard
5233 gg; iﬁ ﬁqam Tg';:g Csiirade 3 Min. 2-inch EnergyGuard Note 2 1 per Polyiso Insulation followed by Min. 0.25-inch LREXE PVCF-XF or PVCF- -45.0%
’ T P Polyiso Insulation 2.9 ft2 DensDeck Prime or SECUROCK Gypsum-Fiber Roof OB ’
structural concrete
Board
Min. 22 ga., Type B, Grade 33 . . Optional layers of min. 0.5-inch EnergyGuard
Min. 2-inch E 1
S-234. steel or min. 2,500 psi Polln isollr:]CSUIa:itec:fyGuard Note 2 ) 9’)?:2 Polyiso Insulation followed by Min. 0.25-inch LRF-XF PVCF-XF -45.0*
structural concrete v ’ DEXcell FA Glass Mat Roof Board
. . R Optional layers of min. 0.5-inch EnergyGuard
o35 'S\f;r;'l if ﬁfm sz‘;gg” firade 3 'I;/:Zr 1(5;;::2 Pohid® Note 2 1per | Polyiso Insulation followed by Min. 0.25-inch LRFXE PVCF-XFor PVCF- |,
’ S0P &Y ' 2.0ft> | DensDeck Prime or SECUROCK Gypsum-Fiber Roof OB ’
structural concrete Insulation
Board
Min. 22 ga., Type B, Grade 33 | Min. 1.5-inch 1 per Optional layers of min. 0.5-inch EnergyGuard
S-236. steel or min. 2,500 psi EnergyGuard Polyiso Note 2 ) (’))ftz Polyiso Insulation followed by Min. 0.25-inch LRF-XF PVCF-XF -45.0*
structural concrete Insulation ’ DEXcell FA Glass Mat Roof Board
Min. 22 ga., Type B, Grade 33 . R . . .
5237, steel or min. 2,500 psi Mln.2 inch EnejrgyGuard Note 2 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRE-XE PVCF-XF or PVCF 525
Polyiso Insulation 2.0 ft2 Board OB
structural concrete
Min. 22 ga., Type B, Grade 33 | Min. 2-inch EnergyGuard . . .
1 .0.25- E - -, -
5-238. | steel or min. 2,500 psi Polyiso Insulation, Note 2 per | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRF-XF PVCFXFOrPVCE | 60,0
1.3ft Board OB
structural concrete EnergyGuard RA
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

. P, Base Insulation Layer Top Insulation Layer S s
ystem ec oot Cover
Fasten Attach Attach
No. (Note 1) Type Type (Note 15) (psf)
yp (Note 11) (Note 17) yp (Notes 6,7,8)
Min. 2 x 48 x 96-inch Additional optional layer(s), min. 1.0-inch base OB500. LRE-
5-239 Min. 22 ga., Type B, Grade 33 EnergyGuard Polyiso Note 2 1 per insulation followed by min. 0.5-inch DensDeck Prime, Mor LIIRF—XF PVCF-XF or PVCF- 525
: steel Insulation or EnergyGuard 1.8 ft2 SECUROCK Gypsum-Fiber Roof Board or EnergyGuard . | OB ’
. 6-inch o.c.
Ultra HD Polyiso Cover Board
Min. 2 x 48 x 96-inch Additional optional layer(s), min. 1.0-inch base OB500. LRE-
$-240 Min. 22 ga., Type B, Grade 33 EnergyGuard Polyiso Note 2 1 per insulation followed by min. 0.5-inch DensDeck Prime, Mor LI;lF—XF PVCF-XF or PVCF- 75.0
' steel Insulation or EnergyGuard 1.6 ft2 SECUROCK Gypsum-Fiber Roof Board or EnergyGuard . | OB ’
. 6-inch o.c.
Ultra HD Polyiso Cover Board
Min. 2 x 48 x 96-inch
. . Note 2 or Drill Tec #12 DF Fastener Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- OB500, LRF-
. . A X PVCF-XF or PVCF-
S-241. Min | 22 ga., Type B, Grade 80 :Enelflg\tlguard :OIVISOG d or Drill Tec #14 DF Fastener with 11(;)?2 Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, ¢ ° ¢ -157.5
stee nsulation or tnergyGuar Drill Tec 3” DF Steel Insulation Plate Oft Board 4-incho.c. o8
Ultra
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
. Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
Min. 22 ga., Type B, Grade 33 ansirlg\t/f):a;f Ep:glsoeuard Fectenat or DAl Ter 415 £HD Faste 1 per k/TFc:fnsLtzf PVCF-LM
s242. | % ga., Type &, Ol oo By oo s hecacsa e i ori- g ; ¢ | Min. 2.0-inch Ultra HD Composite Insulation LRFXF or || (spatter), PVCF-XF | -45.0*
yl in. 2-i ! h Tec 3” Steel Plate, Drill-Tec 3” Flat Steel . or PVCF-OB
tOmeSt ayer min. z-inc Plate, Drill-Tec 3 in. Ribbed Galvalume 0OB500
thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
. Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
Min. 22 ga., Type B, Grade 33 ansizi\t/g:a;f Ep:glsoc-;uard bhot " iiam, . s 1 per k/TFc::IusLtz: PVCF-LM
s243. | G ga., Type B, Ultra Polyies e oo O B S . | 2” G | Min. 2.0-inch Ultra HD Composite Insulation LRExr o | (spatter), PVCF-XF | -45.0°
I in. 1.5 ! Tec 3” Steel Plate, Drill-Tec 3” Flat Steel : or PVCF-OB
topmost layer min. 1.5- Plate, Drill-Tec 3 in. Ribbed Galvalume 0B500
inch thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
. Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
Min. 22 ga., Type B, Grade 33 :Ennsirli\t/ii:a(;f EP:gISOGuard B cereror o Tec i Fl e 1 per II;/IRZ::;SI;Z: PVCF-LM
S-244. stee.l £a. Type s, Ultra Polyiso Insuli\t/ion- Sva.iﬁe[",ﬁh"{e'zrs'”;Z;?Lf';ﬂ:f;fl":rm.u ) (?ftz Min. 2.0-inch Ultra HD Composite Insulation LREXE or " | (spatter), PVCF-XF -60.0
t tT in. 2-i ! h Tec 3” Steel Plate, Drill-Tec 3” Flat Steel ’ or PVCF-OB
opmost layer min. 2-inc Plate, Drill-Tec 3 in. Ribbed Galvalume 0B500
thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o - R Roof Cover MDP
asten ac
No. (Note 1) Type — Type (Note 15) (psf)
(Note 11) (Note 17) (Notes 6,7,8)
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
EnergyGuard P(Z|yi50 Fastener, Drill-Tec #14 HD Fastener, Drill- LRF-M, LRF-
Min. 22 T B. Grade 33 | Iati £ G d Tec #15 DF Fastener, Drill-Tec XHD 1 M Canister’ PVCF-LM
In. 22 ga., lype B, Grade nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . .
S-245. steel Ultra Polyiso Insulation; with Drill-Tec 3" Recessed Steel Plate, Drill- 18 Min. 2.0-inch Ultra HD Composite Insulation LRF-XF or (spatter), PVCF-XF -67.5
I in. 2-inch Tec 3” Steel Plate, Drill-Tec 3” Flat Steel OBSOO, 6- or PVCF-OB
tOmeSt ayer min. z-inc Plate, Drill-Tec 3 in. Ribbed Galvalume inch o.c
thick Plate (Flat), Drill-Tec 3” Standard Plate, o
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
Tec #14 Fast , Drill-Tec #14 HD
(E)r:]eergo;Grch;:Z I:Zley:(:(i F:;ener,al)sriel‘klrj;;c #rlls D?Fastener, Drill- LRF-M, LRF-
. ) Tec XHD Fastener or Drill-Tec #15 EHD Min. 2.0-inch EnergyGuard Polyiso Insulation, M Canister, | PVCF-LM
Min. 22 ga., Type B, Grade 33 | Insulation or EnergyGuard Fastener with Drill-Tec 3” Recessed Steel 1 per . .
S-246. X . T g T EnergyGuard Ultra Polyiso Insulation or Ultra HD LRF-XF or (spatter), PVCF-XF -67.5
steel Ultra P0|yISO Insulatlon; Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3 1.6 ftz . X
¢ tl in. 2-inch Flat Steel Plate, Drill-Tec 3 in. Ribbed Composite Insulation 0B500, 6- or PVCF-OB
opmost layer min. 2-inc Galvalume Plate (Flat), Drill-Tec 3" inch o.c
thick Standard Steel Plate, Drill-Tec AccuTrac o
Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD
One or more |ayer(5) Fastener, Drill-Tec #15 DF Fastener, Drill-
; LRF-M, LRF-
Ener rd Polyi Tec XHD Fa.stener or Drill-Tec #15 EHD . . : . l
Min. 22 ga., Type B, Grade 33 | | € Ig\t/gua dE o y'SOG d Fastener with Drill-Tec 3” Recessed Steel 1 per Min. 2.0-inch EnergyGuard Polyiso Insulation, M Canister, PVCF-LM
. o y nsulation or energyGuar Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” : o
S-247. steel Ultra Polyiso Insulation; Flat Steel Plate, Drill-Tec 3 in. Ribbed 1.45 f2 EnergyGuard Ultra Polyiso Insulation or Ultra HD LRF-XF or (spatter), PVCF-XF -75.0
t £ in. 2-inch Galvalume Plate (Flat), Drill-Tec 3” Composite Insulation OB500, 6- or PVCF-OB
opmost layer min. 2-inc Standard Steel Plate, Drill-Tec AccuTrac inch o.Cc
thick Flat Plate or Drill Tec 3” DF Steel Insulation e
Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD
One or more layer(s) Fastener, Drill-Tec #15 DF Fastener, Drill- LRE-M. LRE
. Tec XHD Fastener or Drill-Tec #15 EHD -Vl -
) Energy_Guard Polyiso Fastener with Drill-Tec 3” Recessed Steel . . . . M Canister, | PVCF-LM
Min. 22 ga., Type B, Grade 80 | Insulation or EnergyGuard Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” 1 per Min. 2.0-inch EnergyGuard Polyiso Insulation,
S-248. . . Flat Steel Plate, Drill-Tec 3 in. Ribbed ) . . LRF-XF or (spatter), PVCF-XF -135.0
steel Ultra Polyiso Insulation; at Steel Plate, Drill-Tec 3 in. Ribbe; 1.0 ft EnergyGuard Ultra Polyiso Insulation
| in. 2-inch Galvalume Plate (Flat), Drill-Tec 3” 0B500, 4- or PVCF-OB
topmost layer min. 2-inc Standard Steel Plate, Drill-Tec AccuTrac inch o.c
thick Flat Plate or Drill Tec 3” DF Steel Insulation s
Plate
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE AND CAPPLY

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - n n MDP
No. Note 1 asten Attac| Attacl Sf
L Type (Note 11) (Note 17) Type (Notes 6,7,8) RER bl DI (psf)
ASPHALT-APPLIED BASE PLY:
Min. 22 ga., Type B, Grade Min. 1.5-inch EnergyGuard Polyiso 1 per Min. 0.5-inch Structodek High Density
S-249. 33 steel or min. 2,500 psi Insulation or EnergyGuard Ultra Polyiso | Note 2 p Fiberboard Roof Insulation or min. hot asphalt SBS-AA PVCF-HA -37.5%
. 4.0 ft? X
structural concrete Insulation 0.4375-inch DEXcell Cement Roof Board
Min. 22 ga., Type B, Grade Min. 1.5-inch EnergyGuard Polyiso 1 ver Min. 0.5-inch Structodek High Density
S-250. 33 steel or min. 2,500 psi Insulation or EnergyGuard Ultra Polyiso | Note 2 P Fiberboard Roof Insulation or min. hot asphalt | SBS-AA PVCF-HA -45.0*
. 2.7 ft? .
structural concrete Insulation 0.4375-inch DEXcell Cement Roof Board
Min. 22 ga., Type B, Grade 1 per Min. 0.5-inch Structodek High Density
S-251. 33 steel or min. 2,500 psi Min. 1.5-inch EnergyGuard RA Note 2 ) (?ftz Fiberboard Roof Insulation or min. hot asphalt | SBS-AA PVCF-HA -45.0*
structural concrete ' 0.4375-inch DEXcell Cement Roof Board
Optional layers of base insulation
Min. 22 ga., Type B, Grade Min 1.5-inch EnergyGuard Polyiso 1 per followed by Min. 0.25-inch DensDeck, BP-AA or
S-252. 33 steel or min. 2,500 psi Insulation or EnergyGuard Ultra Polyiso | Note 2 p DensDeck Prime or SECUROCK Gypsum- hot asphalt PVCF-HA -45.0*
. 2.0 ft2 . . . SBS-AA
structural concrete Insulation Fiber Roof Board or min. 0.4375-inch
DEXcell Cement Roof Board
Optional layers of base insulation
Min. 22 ga., Type B, Grade 1 per followed by Min. 0.25-inch DensDeck, BP-AA or
S-253. 33 steel or min. 2,500 psi Min 1.5-inch EnergyGuard RA Note 2 p DensDeck Prime or SECUROCK Gypsum- hot asphalt PVCF-HA -45.0*
4.0 ft? . . . SBS-AA
structural concrete Fiber Roof Board or min. 0.4375-inch
DEXcell Cement Roof Board
Min. 22 ga., Type B, Grade Min. 2-inch EnergyGuard Polyiso 1 per Min. 0.5-inch Structodek High Density
S-254. 33 steel or min. 2,500 psi Insulation or EnergyGuard Ultra Polyiso | Note 2 4 (')thz Fiberboard Roof Insulation or min. hot asphalt | SBS-AA PVCF-HA -45.0*
structural concrete Insulation ' 0.4375-inch DEXcell Cement Roof Board
Optional layers of min. 0.5-inch base
Min. 22 ga., Type B, Grade Min 2-inch EnergyGuard Polyiso 1 per insulation followed by Min. 0.25-inch BP-AA or
S-255. 33 steel or min. 2,500 psi Insulation or EnergyGuard Ultra Polyiso | Note 2 P DensDeck, DensDeck Prime or SECUROCK hot asphalt PVCF-HA -45.0*
) 4.0 ft? : . SBS-AA
structural concrete Insulation Gypsum-Fiber Roof Board or min. 0.4375-
inch DEXcell Cement Roof Board
Optional layers of min. 1.5-inch base
Min. 22 ga., Type B, Grade 1 per insulation followed by Min. 0.25-inch BP-AA or
S-256. 33 steel or min. 2,500 psi Min 2-inch EnergyGuard RA Note 2 P DensDeck, DensDeck Prime or SECUROCK hot asphalt PVCF-HA -45.0*
5.3 ft2 . . SBS-AA
structural concrete Gypsum-Fiber Roof Board or min. 0.4375-
inch DEXcell Cement Roof Board
Min. 22 ga., Type B, Grade 1 per Min. 0.5-inch Structodek High Density
S-257. 33 steel or min. 2,500 psi Min. 2.2-inch EnergyGuard RA Note 2 P ) Fiberboard Roof Insulation or min. hot asphalt | SBS-AA PVCF-HA -45.0*
4.0 ft -
structural concrete 0.4375-inch DEXcell Cement Roof Board
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE AND CAPPLY

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - n n MDP
No. Note 1 asten Attac Attacl of
L Type (Note 11) | (Note17) Type (Notes 6,7,8) RER bl DI (psf)
Min. 0.25-inch DensDeck, DensDeck
Min. 22 ga., Type B, Grade Min. 2-inch EnergyGuard Polyiso . ! R
. X . . 1 per Prime or SECUROCK Gypsum-Fiber Roof PVCF-LMC, PVCF-XF "
S-258. 33 steel or min. 2,500 psi Insulat!on or EnegyGuard Ultra Polyiso Note 2 5302 Board or min. 0.4375-inch DEXcell hot asphalt | SBS-AA or PVCF-OB -45.0
structural concrete Insulation
Cement Roof Board
Optional additional layers base insulation
followed by min. 0.5-inch Structodek High
Min. 22 ga., Type B, Grade . . ) Density Fiberboard Roof Insulation or
S-259. 33 steel or min. 2,500 psi I'\:;:.Ialt.iir:nCh EnergyGuard Polyiso Note 2 113‘)?; min. 0.25-inch DensDeck Prime or hot asphalt SBS-AA PVCF-HA -60.0
structural concrete ' SECUROCK Gypsum-Fiber Roof Board or
min. 0.4375-inch DEXcell Cement Roof
Board
Min. 22 ga., Type B, Grade Min. 1.5-inch EnergyGuard Polyiso 1 ver Min. 0.5-inch Structodek High Density PVCE-LMC. PVCE-XF
S-260. 33 steel or min. 2,500 psi Insulation or EnegyGuard Ultra Polyiso Note 2 1 3pft2 Fiberboard Roof Insulation or min. hot asphalt | SBS-AA or PVCE 0;3 -60.0
structural concrete Insulation ' 0.4375-inch DEXcell Cement Roof Board
Min. 22 ga., Type B, Grade 1 per Min. 0.5-inch Structodek High Density
S-261. 33 steel or min. 2,500 psi Min. 2-inch EnergyGuard RA Note 2 1 42 2 Fiberboard Roof Insulation or min. hot asphalt | SBS-AA PVCF-HA -67.5
structural concrete ’ 0.4375-inch DEXcell Cement Roof Board
Min. 22 ga., Type B, Grade Min. 2-inch EnergyGuard Polyiso \ . .
S-262. 33 steel or min. 2,500 psi Insulat?on or EnegyGuard Ultra Polyiso Note 2 118p!:tr2 RMOIE% g.OZaSr(ljnch SECUROCK Gypsum-Fiber hot asphalt | SBS-AA z:/g:/(l:.::\flgéPVCF XF -67.5
structural concrete Insulation
Min. 22 ga., Type B, Grade 33 ) ) . ) . .
. ) Min. 2-inch EnergyGuard Polyiso 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber PVCF-LMC, PVCF-XF
S-263. steel or min. 2,500 psi Insulation or EnergyGuard Ultra Note 2 162 Roof Board hot asphalt SBS-AA or PVCF-OB 75.0
structural concrete
Min. 22 ga., Type B, Grade 33 ) ) . ) . .
. ) Min. 2-inch EnergyGuard Polyiso 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber PVCF-LMC, PVCF-XF
e steel or min. 2,500 psi Insulation or EnergyGuard Ultra A 1.45ft2 | Roof Board hot asphalt SBS-AA or PVCF-OB 825
structural concrete
Min. 22 ga., Type B, Grade 40
or min. 20 ga., Type B, Grade Min. 2-inch EnergyGuard Polyiso 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber PVCF-LMC, PVCF-XF
S 33 steel or min. 2,500 psi Insulation or EnergyGuard Ultra Note 2 1.45ft2 | Roof Board hot asphalt SBS-AA or PVCF-OB 0.0
structural concrete
. Optional layers of base insulation
Min. 22 ga., Type B, Grade R R
. X . . 1 per followed by Min. 0.25-inch DensDeck, BP-AA or
-266. .2 .5- ) - -45.0*
S-266 33 steel or min. 2,500 psi Min 1.5-inch EnergyGuard RA Note 2 202 DensDeck Prime or SECUROCK Gypsum- 0OB500 SBS-AA PVCF-HA 45.0
structural concrete :
Fiber Roof Board
Optional additional layers of base
Min. 22 ga., Type B, Grade 1 per insulation; Min. 0.25-inch DensDeck, :’1\/2C_:=nCHhA;PCV)CI;\I/.(I\:/'I:
S-267. 33 steel or min. 2,500 psi Min. 1.5-inch EnergyGuard RA Note 2 P DensDeck Prime or SECUROCK Gypsum- hot asphalt | SBS-AA Lo -45.0*
2.0 ft? R ) . LO (12-inch o.c.) or
structural concrete Fiber Roof Board or min. 0.4375-inch PVCE-OB
DEXcell Cement Roof Board
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE AND CAPPLY

. P, Base Insulation Layer Top Insulation Layer Roof Cover (Note 15) s
ystem ec
Fasten Attach Attach
No. Note 1 sf
L Type (Note 11) (Note 17) Type (Notes 6,7,8) RER bl DI (psf)
Min. 22 ga., Type B, Grade Min. 1.5-inch EnerevGuard Ultra 1 per Min. 0.5-inch Structodek High Density (Plvz(f::r;cHﬁ;iV)C';-\l;g:_
S-268. 33 steel or min. 2,500 psi Pol .iso. Insulation iﬁer Guard RA Note 2 ) Cl;)ftz Fiberboard Roof Insulation or min. hot asphalt | SBS-AA Lo (12—inc‘h .o’c ) or -45.0*
structural concrete v ! gy ' 0.4375-inch DEXcell Cement Roof Board -
PVCF-OB
Optional additional layers of base
Min. 22 ga., Type B, Grade 1 per insulation; Min. 0.25-inch DensDeck, rlvzc_::r;cH:;PCV)CE\I/'('\:/L_
S-269. 33 steel or min. 2,500 psi Min. 2-inch EnergyGuard RA Note 2 4 (?ftz DensDeck Prime or SECUROCK Gypsum- hot asphalt | SBS-AA L0 (12-inc.h 'olc Jor -45.0*
structural concrete ' Fiber Roof Board or min. 0.4375-inch PVCE-OB o
DEXcell Cement Roof Board
PVCF-HA, PVCF-LM
Min. 22 ga., Type B, Grade ) : ) Lo
.0.375- - 12-inch o.c.), PVCF-
S-270. 33 steel or min. 2,500 psi Min. 2-inch EnergyGuard RA Note 2 . perz Min. & R INCAPREURR g oy m-Fiber hot asphalt | SBS-AA ( |nc‘ o.c), PVC -60.0
structural concrete 2.0 ft Roof Board LO (12-inch o.c.) or
PVCF-OB
PVCF-HA, PVCF-LM
Min. 22 ga., Type B, Grade ) . ) Lo
) ) . . 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber (12-inch o.c.), PVCF-
S-271. :tBr szfe:;rcr;;:.rjt,soo psi Min. 2-inch EnergyGuard RA Note 2 1.6f2 | RoofBoard hot asphalt | SBS-AA LO (12-inch o.c.) or 60.0
uetu PVCF-OB
Min. 22 ga., Type B, Grade Optional additional layers of base PVCF-HA, PVCF-LM
: v ! ) ) ) 1 per insulation; Min. 0.25-inch DensDeck, (12-inch o.c.), PVCF- "
S-272. jjj:j:;rc:,::}:{:oo psi Min. 1.5-inch EnergyGuard RA Note 2 2002 DensDeck Prime or SECUROCK Gypsum- OB500 SBS-AA LO (12-inch o.c.) or -45.0
Fiber Roof Board PVCF-OB
. PVCF-HA, PVCF-LM
5273 ?'\’/;r;t(:; i":'l"n?]p; i,o(;ra;e Min. 1.5-inch EnergyGuard Ultra Note 2 1 per Min. 0.5-inch Structodek High Density 0B500 SBS-AA (12-inch o.c.), PVCF- -45.0*
’ structural conc-ret’e P Polyiso Insulation, EnergyGuard RA 2.0ft?> | Fiberboard Roof Insulation LO (12-inch o.c.) or ’
PVCF-OB
. Optional layers of min. 1.5-inch base
5-274 ?':/El’:r;tezezl i{:mTl\r:pg i'ogra:ie Min 2-inch EnergyGuard RA Note 2 Lper | insulation followed by Min. 0.25-inch 0B500 BP-AMOT 1 pycr-HA 45.0*
’ structural conc-ret’e P &Y 4.0 ft2 DensDeck, DensDeck Prime or SECUROCK SBS-AA ’
Gypsum-Fiber Roof Board
. Optional additional layers of base PVCF-HA, PVCF-LM
5-275 g/l:; :tjezl iarm-l-lﬁpi ibgrajie Min. 2-inch EnergyGuard RA Note 2 Lper | insulation; Min. 0.25-inch DensDeck, 0B500 SBS-AA (12-inch o.c), PVCF- | 0
’ structural conc.ret’e P ' gy 4.0 ft2 | DensDeck Prime or SECUROCK Gypsum- LO (12-inch o.c.) or ’
Fiber Roof Board PVCF-OB
Min. 22 ga., Type B, Grade . . . . . . PVCF-LO (12-inch
5276, | 33 stocl or min 2,500 psi | Min- 1:5-inch EnergyGuard Polyiso Note2 | 1Per | Min.0.25-inch SECUROCK Gypsum-Fiber | oo SBSAA o) PVC(F—XF i 0.0
’ T Insulation, EnergyGuard RA 1.3ft> | Roof Board e ’
structural concrete PVCF-OB
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE AND CAPPLY

. P, Base Insulation Layer Top Insulation Layer Roof Cover (Note 15) s
ystem ec
Fasten Attach Attach
No. Note 1 sf
L Type (Note 11) (Note 17) Type (Notes 6,7,8) RER bl DI (psf)
PVCF-HA, PVCF-LM
Min. 22 ga., Type B, Grade ) : ) Lo
.0.375- - 12-inch o.c.), PVCF-
S-277. 33 steel or min. 2,500 psi Min. 2-inch EnergyGuard RA Note 2 1 per Min. 0.375-inch SECUROCK Gypsum-Fiber OB500 SBS-AA ( |nc. o-c) -60.0
structural concrete 2.0 ft? Roof Board LO (12-inch o.c.) or
PVCF-OB
PVCF-HA, PVCF-LM
Min. 22 ga., Type B, Grade . . . Lo
) ) . . 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber (12-inch o.c.), PVCF-
S-278. :tBr szfe:;rcr;;:.rjt,soo psi Min. 2-inch EnergyGuard RA Note 2 162 Roof Board OB500 SBS-AA LO (12-inch o.c.) or 60.0
uetu PVCF-OB
. Optional layers of base insulation
Min. 22 ga., Type B, Grade R R
. R . . 1 per followed by Min. 0.25-inch DensDeck BP-AA or «
S-279. ;’,t?,rj:j:;rcr;;:.r:t,zoo psi Min 1.5-inch EnergyGuard RA Note 2 202 Prime or SECUROCK Gypsum-Fiber Roof LRF-XF SBS-AA PVCF-HA 45.0
Board
Min. 22 ga., Type B, Grade Optional additional layers of base PVCF-HA, PVCF-LM
: v g . . . 1 per insulation; Min. 0.25-inch DensDeck (12-inch o.c.), PVCF- "
S-280. :t?;j:j:;rcr;;:.r:t,zoo psi Min. 1.5-inch EnergyGuard RA Note 2 2012 Prime or SECUROCK Gypsum-Fiber Roof LRF-XF SBS-AA LO (12-inch o.c.) or -45.0
Board PVCF-OB
. Optional layers of min. 1.5-inch base
Min. 22 ga., Type B, Grade ) . . .
. R . 1 per insulation followed by Min. 0.25-inch BP-AA or "
S-281. jij:j:;rc:,::}:{zoo psi Min 2-inch EnergyGuard RA Note 2 400 DensDeck Prime or SECUROCK Gypsum- LRF-XF SBS-AA PVCF-HA -45.0
Fiber Roof Board
. Optional additional layers of base PVCF-HA, PVCF-LM
5-282 g/l;;t::I iimTuﬁpi ibgra;e Min. 2-inch EnergyGuard RA Note 2 Lper | insulation; Min. 0.25-inch DensDeck LRF-XF SBS-AA (12-inch o.c), PVCF- 1 0
’ structural conc.ret'e P ' gy 4.0 ft2 | Prime or SECUROCK Gypsum-Fiber Roof LO (12-inch o.c.) or ’
Board PVCF-OB
Min. 22 ga., Type B, Grade . . . . . . PVCF-LO (12-inch
5283 33 steelir mi\r:pz 500 psi Min. 1.5-inch EnergyGuard Polyiso Note 2 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber LRE-XE SBS-AA 0.¢.), PVCF-XF or -60.0
’ o Insulation, EnergyGuard RA 1.3ft2 | Roof Board N ’
structural concrete PVCF-OB
PVCF-HA, PVCF-LM
Min. 22 ga., Type B, Grade ) . ) L
$-284. | 33 steel or min. 2,500 psi Min. 2-inch EnergyGuard RA Note 2 Lper | Min. 0.375 inch SECUROCK Gypsum-Fiber | o SBS-AA (12-inch o.c.), PVCF -60.0
structural concrete 2.0 ft Roof Board LO (12-inch o.c.) or
PVCF-OB
PVCF-HA, PVCF-LM
Min. 22 ga., Type B, Grade ) . ] Lo
5-285. | 33 steel or min. 2,500 psi Min. 2-inch EnergyGuard RA Note 2 Lper | Min. 0.25-inch SECUROCK Gypsum-Fiber | | ey SBS-AA (12-inch o.c.), PVCF -60.0
structural concrete 1.6 ft Roof Board LO (12-inch o.c.) or
PVCF-OB
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NEmoO | etc.e
TABLE 2p: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE AND CAPPLY

. P, Base Insulation Layer Top Insulation Layer Roof Cover (Note 15) s
ystem ec
Fasten Attach Attach
No. Note 1 sf
L Type (Note 11) (Note 17) Type (Notes 6,7,8) RER bl DI (psf)
TORCH-APPLIED BASE PLY:
Min. 22 ga., Type B, Grade Optional additional layers of base PVCF-HA, PVCF-LM
) v g R . . 1 per insulation; Min. 0.25-inch DensDeck, (12-inch o.c.), PVCF- "
S-286. :;jzfjlsrcr;::ét,soo psi in. 1.5-inch EnergyGuard RA Note 2 202 DensDeck Prime or SECUROCK Gypsum- hot asphalt | SBS-TA LO (12-inch o.c.) or -45.0
Fiber Roof Board PVCF-OB
Min. 22 ga., Type B, Grade Optional additional layers of base PVCF-HA, PVCF-LM
: v g . ) ) 1 per insulation; Min. 0.25-inch DensDeck, (12-inch o.c.), PVCF- "
S-287. :tBrjzttejl:lrcr;;:.rjt,SOO psi in. 2-inch EnergyGuard RA Note 2 402 | DensDeck Prime or SECUROCK Gypsum- hot asphalt | SBS-TA LO (12-inch o.c.) or 45.0
Fiber Roof Board PVCF-OB
PVCF-HA, PVCF-LM
Min. 22 ga., Type B, Grade ) . ) Lo
) A . . 1 per Min. 0.375-inch SECUROCK Gypsum-Fiber (12-inch o.c.), PVCF-
-288. | .2 .2-inch E RA N 2 h hal BS-TA ) -60.
S-288 ijj:jr;rc?,::re{:oo psi i inch EnergyGuard ote 2.0 f2 Roof Board ot asphalt SBS LO (12-inch o.c.), 60.0
PVCF-XF or PVCF-OB
PVCF-HA, PVCF-LM
Min. 22 ga., Type B, Grade ) . . Lo
$-289. | 33 steel or min. 2,500 psi in. 2-inch EnergyGuard RA Note 2 Lper | Min 0.25 inch SECUROCK Gypsum-Fiber | | - ohalt | sBs-TA (12-inch o.c.), PVCF -60.0
structural concrete 1.6 ft Roof Board LO (12-inch o.c.),
PVCF-XF or PVCF-OB
Min. 22 ga., Type B, Grade Optional additional layers of base PVCF-HA, PVCF-LM
: v ! ) ) ) 1 per insulation; Min. 0.25-inch DensDeck, (12-inch o.c.), PVCF- "
S-290. jij:j:;rc:,::}:{zoo psi in. 1.5-inch EnergyGuard RA Note 2 202 DensDeck Prime or SECUROCK Gypsum- 0OB500 SBS-TA LO (12-inch 0.c.) or -45.0
Fiber Roof Board PVCF-OB
. Optional additional layers of base PVCF-HA, PVCF-LM
e som | mi 2-inch EnergyGuard RA Note2 | Per | insulation; Min. 0.25-inch DensDeck, 0B500 SBS-TA (L2-inch o.c.), PVCE- 15 o
I e P ' &y 4.0ft2 | DensDeck Prime or SECUROCK Gypsum- LO (12-inch o.c.) or :
Fiber Roof Board PVCF-OB
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NEmoO | etc.e
TABLE 2p: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE AND CAPPLY

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - n n MDP
No. Note 1 asten Attac| Attacl Sf
(Note 1) Type Note 11 Note 17 Type Notes 6.7 8 Base Ply Cap Ply (psf)

Min. 2-inch EnergyGuard Polyiso
Insulation or EnergyGuard Ultra

8-in4—+—32-in.
12-in.
Min. 20 ga., Grade 33 Epic Sahe
Metals Corp Toris 4A ’
X . . . PVCF-LM (spatter)
A | | ® o ! .0.25- !
50y, | (Acoustical)stee - : ‘ Note 2 41 oo S'VI'E'SU(; S(S:Klrgh 'zjr':_'szc:r:':z&‘:ar ’ 0B500 SBS-TA PVCF-LMC (spatter), | -45.0%
s o e e ' § PVCF-XF o PVCF-0B
24-in
) 12-in
Min. 22 ga., Type B, Grade . . . . . . PVCF-LO (12-inch
) ) Min. 1.5-inch EnergyGuard Polyiso 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber SBS-AA or
- . | .2 .c.), PVCF-XF -60.
SZER 33 steel or min. 2,500 psi Insulation, EnergyGuard RA Note & 1.3 ft2 Roof Board 08500 SBS-TA o.c), PVC or 60.0

PVCF-OB

PVCF-HA, PVCF-LM
(12-inch o.c.), PVCF-

structural concrete

Min. 22 ga., Type B, Grade 1 per Min. 0.375-inch SECUROCK Gypsum-Fiber

S-294. ;%t?; s';ctaell';rcr::;.r:t,:oo psi Min. 2-inch EnergyGuard RA Note 2 202 Roof Board OB500 SBS-TA LO (12-inch o.c.), -60.0
uet PVCF-XF or PVCF-OB
PVCF-HA, PVCF-LM
Min. 22 ga., Type B, Grade . . . o
$-295. | 33 steel or min. 2,500 psi Min. 2-inch EnergyGuard RA Note 2 Lper | Min. 0.25-inch SECUROCK Gypsum-Fiber | o0, SBS-TA (12-inch o.c.), PVCF -60.0
tructural X 1.6 ft> | Roof Board LO (12-inch o.c.),
structural conerete PVCF-XF or PVCF-OB
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.

®

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE AND CAPPLY

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - n n MDP
No. Note 1 CELL Attac Attac sf;
L Type (Note 11) (Note 17) Type (Notes 6,7,8) RER bl DI (psf)
Min. 2-inch EnergyGuard Polyiso
Insulation or EnergyGuard Ultra
8-in. 32-in:
12-in.
Min. 20 ga., Grade 33 Epic Sahe
Metals Corp Toris 4A ’
(Aioi:tic(;;)st(;;s ) e 1 per Min. 0.25-inch DensDeck Prime or LRF-M or PVCF-LM (spatter),
S-296. T Note 2 4 g w | sE cU R'O K GupsumeFiber Roof Board LRF-M SBS-TA PVCF-LMC (spatter), -45.0*
YO 2ahe ' ' Canister PVCF-XF or PVCF-OB
24-in
) ' 12-in
Min. 22 ga., Type B, Grade woer g Inblation; Min. 0,25 meh Dendbeck (12:mch o), PUCE-
- i i i - ’ e - " ity - *
S-297. zzjz(:j:;rc?r::;;goo psi Min. 1.5-inch EnergyGuard RA Note 2 202 Prime or SECUROCK Gypsum-Fiber Roof LRF-XF SBS-TA LO (12-inch o.c.) or 45.0
Board PVCF-OB
Min. 22 ga, Type B, Grode Lper | inulaions i, 0.25.nch benabeck (12:mch .0, PUCF-
S-298. 33 steel or min. 2,500 psi Min. 2-inch EnergyGuard RA Note 2 4.0 f2 Prime or SECUROCK Gypsum-Fiber Roof LRF-XF SBS-TA LO (12-inch o.c.) or 45.0
structural concrete
Board PVCF-OB
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE AND CAPPLY

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - n n MDP
No. Note 1 asten Attac| Attacl Sf
L Type (Note 11) (Note 17) Type (Notes 6,7,8) RER bl DI (psf)
Min. 2-inch EnergyGuard Polyiso
Insulation or EnergyGuard Ultra
8-in4—+—32-in.
12-in.
Min. 20 ga., Grade 33 Epic Sahe
Metals Corp Toris 4A ’
X . . . PVCF-LM (spatter)
A | | ) [ — .0.25- !
599, | (Acoustical)stee : ‘ Note2 | ,beb | %2 OZ(S:KITSCh Sj;f?fbcgr:':sz‘:ar ’ LRF-XF SBS-TA PVCF-LMC (spatter), | -45.0%
7 .......... WW T_I - 24in ' P PVCF-XF or PVCF-OB
24-in
4 12-in
Min. 22 ga., Type B, Grade . . . . . . PVCF-LO (12-inch
$-300. 33 steel or min. 2,500 psi Min. 1..5 inch EnergyGuard Polyiso Note 2 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber LRE-XF SBS-AA or 0.¢.), PVCF-XF or -60.0
Insulation, EnergyGuard RA 1.3 ft? Roof Board SBS-TA
structural concrete PVCF-OB
PVCF-HA, PVCF-LM
Min. 22 ga., Type B, Grade : . ) L
. K . . 1 per Min. 0.375-inch SECUROCK Gypsum-Fiber (12-inch o.c.), PVCF-
S-301. :t?; s’éctaell';rcr::;.r:t,:oo psi Min. 2-inch EnergyGuard RA Note 2 2.0 f2 Roof Board LRF-XF SBS-TA LO (12-inch o.c.), 60.0
uctu PVCF-XF or PVCF-OB
PVCF-HA, PVCF-LM
Min. 22 ga., Type B, Grade . . . o
$-302. | 33 steel or min. 2,500 psi Min. 2-inch EnergyGuard RA Note 2 Lper | Min. 0.25-inch SECUROCK Gypsum-Fiber | o SBS-TA (12-inch o.c.), PVCF -60.0
tructural X 1.6 ft> | Roof Board LO (12-inch o.c.),
structuratconerete PVCF-XF or PVCF-OB
SELF-ADHERING BASE PLY:
Min. 22 ga., Type B, Grade . . ) . . . PVCF-LO (12-inch
5303 33 steel or min. 2,500 psi Min. 1..5 inch EnergyGuard Polyiso Note 2 1 perz Min. 0.25-inch SECUROCK Gypsum-Fiber 0B500 SBS-SA 0.¢.), PVCF-XF or -60.0
Insulation, EnergyGuard RA 1.3ft Roof Board
structural concrete PVCF-OB
Min. 22 ga., Type B, Grade . . . . . . PVCF-LO (12-inch
$-304. | 33 steel or min. 2,500 psi Min. 1.5-inch EnergyGuard Polyiso Note 2 Lper | Min. 0.25-inch SECUROCK Gypsum-Fiber | | o SBS-SA o.c.), PVCF-XF or 60.0
Insulation, EnergyGuard RA 1.3 ft? Roof Board
structural concrete PVCF-OB
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NEmoO | etc.e
TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMIAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED

Thermal Barrier ) Insulation Layer(s)
System Deck e Vapor Barrier e Roof Cover MDP
ttac ac
No. Note 1 Note 15 Note 15 sf
(Note 1) Type Fasten (Note 11) Note 17 (Note 15) Type Notes 6,7,8) (Note 15) (psf)
EVERGUARD PVC OR EVERGUARD PVC KEE / EVERGUARD #2331 BONDING ADHESIVE OR EVERGUARD #2331 BONDING ADHESIVE H APPLICATIONS:
One or more layers, any combination, min. 1.5-inch
EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso
Min. 22 Min. 0 5-inch Note 2 Insulation, EnergyGuard RA, min. 0.25-inch DensDeck Prlme,
2. Type SECUROCK Drill-Tec 3 in. Ribbed 1 per DEXcell FA Glass Mat Roof Board, SECUROCK Gypsum-Fiber PVC-BA or
s-305. | 8% VP . (Drill-Tec 3 in. Ribbe P VB-SBS-SA Roof Board or SECUROCK Ultralight Coated Glass-Mat Roof 0B500 -45.0*
B, Grade Gypsum-Fiber Galvalume Plate (Flat) 2.7 ft2 . ) . PVC-BA-H
33 steel Roof Board b d Board and/or min. 0.5-inch EnergyGuard HD Polyiso Cover
may be used) Board or EnergyGuard HD Plus Polyiso Cover Board or min.
1.5-inch EnergyGuard Polyiso-HD Composite Insulation or
Ultra HD Composite Insulation
Min. 22 Note 2
ga., Type Min. 0.625-inch (Drill-Tec 3 in. Ribbed 1 per . 2 hot asphalt PVC-BA or
- o VB-BP2-AA Min. 1.5-inch E RA -45.0*
5-306 B, Grade DensDeck Galvalume Plate (Flat) 4.0 ft? NG G or OB500 PVC-BA-H >0
33 steel may be used)
One or more layers, base layer min. 1-inch thick, optional
Unprimed substrate followed by subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso
) GAF SA Vapor Retarder XL or Insulation, EnergyGuard Ultra Polyiso Insulation
. 0.5-inch DensDeck . . . . !
Min. 22 Prime or Note 2 GAF SA Primer, EverGuard TPO (Optional) Min. 0.25-inch DensDeck Prime, DEXcell FA Glass
$-307 ga., Type SECUROCK (Drill-Tec 3 in. Ribbed 1 per Quick Spray Adhesive, EverGuard | Mat Roof Board, SECUROCK Gypsum-Fiber Roof Board or LRF-M or PVC-BA or 45.0*
' B, Grade Gypsum-Fiber Galvalume Plate (Flat) 4.0 ft2 TPO Quick Spray Adhesive LV50 SECUROCK Ultralight Coated Glass-Mat Roof Board or min. OB500 PVC-BA-H ’
33 steel Roof Board may be used) or Matrix 307 Premium Asphalt 0.5-inch EnergyGuard HD Polyiso Cover Board or EnergyGuard
Primer followed by GAF SA Vapor | HD Plus Polyiso Cover Board or min. 1.5-inch EnergyGuard
Retarder Polyiso-HD Composite Insulation or Ultra HD Composite
Insulation
| | in. 1-inch thick, ional
Unprimed substrate followed by One or more layers, bése aye.r min . inch thick, optlona.
subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso
. GAF SA Vapor Retarder XL or ; . f
. 0.5-inch DensDeck ) Insulation, EnergyGuard Ultra Polyiso Insulation
Min. 22 ) Note 2 GAF SA Primer, EverGuard TPO . . . .
Prime or i I S . (Optional) Min. 0.25-inch DensDeck Prime, DEXcell FA Glass
ga., Type (Drill-Tec 3 in. Ribbed 1 per Quick Spray Adhesive, EverGuard ) PVC-BA or *
S-308. SECUROCK ) i . Mat Roof Board or SECUROCK Gypsum-Fiber Roof Board or LRF-XF -45.0
B, Grade . Galvalume Plate (Flat) 4.0 ft TPO Quick Spray Adhesive LV50 . ) . PVC-BA-H
Gypsum-Fiber . ) min. 0.5-inch EnergyGuard HD Polyiso Cover Board or
33 steel may be used) or Matrix 307 Premium Asphalt . . .
Roof Board . EnergyGuard HD Plus Polyiso Cover Board or min. 1.5-inch
Primer followed by GAF SA Vapor . . ;
EnergyGuard Polyiso-HD Composite Insulation or Ultra HD
Retarder . .
Composite Insulation
Unprimed substrate followed by One or more layers, be?se Iaygr min. .l—inch thick, optional'
) subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso
. 0.5-inch DensDeck GAF SA Vapor Retarder XL or A . .
Min. 22 Prime or Note 2 GAF SA Pri EverGuard TPO Insulation, EnergyGuard Ultra Polyiso Insulation
5309 ga. Type | Lm0 (Drill-Tec 3 in. Ribbed Lper | s rr;m:zhe";;e ‘::r (Optional) Min. 0.25-inch DensDeck Prime or SECUROCK LRF-M, LRF- | PVC-BA or o5
' B, Grade . Galvalume Plate (Flat) 2.0 ft2 pray . Gypsum-Fiber Roof Board or min. 0.5-inch EnergyGuard HD XF or OB500 | PVC-BA-H '
Gypsum-Fiber EverGuard TPO Quick Spray ) )
33 steel may be used) . Polyiso Cover Board or EnergyGuard HD Plus Polyiso Cover
Roof Board Adhesive LV50 followed by GAF . R . .
SA Vanor Retarder Board or min. 1.5-inch EnergyGuard Polyiso-HD Composite
P Insulation or Ultra HD Composite Insulation
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SYSTEM TYPE B-2: MECHANICALL

TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

TTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED

Thermal Barrier ) Insulation Layer(s)
System Deck e Vapor Barrier e Roof Cover MDP
ttacl ac
No. Note 1 Note 15 Note 15 sf;
(Note 1) Type Fasten (Note 11) Note 17 (Note 15) Type Notes 6.7.8 (Note 15) (psf)
EVERGUARD PVC / EVERGUARD PVC QUICK LAY ADHESIVE APPLICATIONS:
One or more layers, any combination, min. 1.5-inch
Min. 22 Min. 0.5-inch Note 2 FnergyGuard Poly.lso Insulation, EnergyGuard BA, min. 0.25-
2. Tyoe SECUROCK Drill-Tec 3 in. Ribbed 1 per inch DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board
S-310. ga., Typ . (Drill-Tec 3 in. Ribbe P VB-SBS-SA and/or min. 0.5-inch EnergyGuard HD Polyiso Cover Board or 0OB500 PVC-QL -45.0*
B, Grade Gypsum-Fiber Galvalume Plate (Flat) 2.7 ft2 > X .
33 steel Roof Board b d EnergyGuard HD Plus Polyiso Cover Board or min. 1.5-inch
may be used) EnergyGuard Polyiso-HD Composite Insulation or Ultra HD
Composite Insulation
Min. 22 Note 2
ga., Type Min. 0.625-inch (Drill-Tec 3 in. Ribbed 1 per . . hot asphalt
- . VB-BP2-AA Min. 1.5-inch E RA PVC-QL -45.0*
Sl B, Grade DensDeck Galvalume Plate (Flat) 4.0 ft2 in. 1.5-inch EnergyGuard or OB500 ca >0
33 steel may be used)
Unprimed substrate followed by One or more layers, base layer min. 1-inch thick, optional
0.5-inch DensDeck GAF SA Vapor Retarder XL or subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso
Min. 22 P-rir:\r::or ensbec Note 2 GAF SA Primer, EverGuard TPO Insulation, EnergyGuard Ultra Polyiso Insulation
5-312 ga., Type SECUROCK (Drill-Tec 3 in. Ribbed 1 per Quick Spray Adhesive, EverGuard | (Optional) Min. 0.25-inch DensDeck Prime or SECUROCK LRF-M, LRF- pvc.aL 45.0*
: B, Grade Gypsum-Fiber Galvalume Plate (Flat) 4.0 ft? TPO Quick Spray Adhesive LV50 Gypsum-Fiber Roof Board or min. 0.5-inch EnergyGuard HD XF or OB500 ’
33 steel Roof Board may be used) or Matrix 307 Premium Asphalt Polyiso Cover Board or EnergyGuard HD Plus Polyiso Cover
Primer followed by GAF SA Vapor | Board or min. 1.5-inch EnergyGuard Polyiso-HD Composite
Retarder Insulation or Ultra HD Composite Insulation
| | in. 1-inch thick ional
Unprimed substrate followed by One or more layers, bése aye.r min . inch thick, optlona.
) subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso
. 0.5-inch DensDeck GAF SA Vapor Retarder XL or . R .
Min. 22 Prime or Note 2 e W A o erd TPO Insulation, EnergyGuard Ultra Polyiso Insulation
5313 ga., Type SECUROCK (Drill-Tec 3 in. Ribbed 1 per Quick s rr;m:j’h::\:e l::_r Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber LRF-M, LRF- pvC-QL 60.0
! B, Grade . Galvalume Plate (Flat) 2.0 ft2 pray ) Roof Board or min. 0.5-inch EnergyGuard HD Polyiso Cover XF or OB500 ’
Gypsum-Fiber EverGuard TPO Quick Spray X A
33 steel may be used) ) Board or EnergyGuard HD Plus Polyiso Cover Board or min.
Roof Board Adhesive LV50 followed by GAF . . . .
1.5-inch EnergyGuard Polyiso-HD Composite Insulation or
SA Vapor Retarder . .
Ultra HD Composite Insulation
Unprimed substrate followed by
Min. 22 0.$-|nch DensDeck Note 2 GAF SA Va‘por Retarder XL or . . . .
2. Type Prime or Drill-Tec 3 in. Ribbed 1 ver GAF SA Primer, EverGuard TPO One or more layers, base layer min. 1-inch thick, optional LRE-M. LRE-
S-314. ga., yp SECUROCK (Drill-Tec 3 g@PRibbe P Quick Spray Adhesive or subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso ! PVC-QL -67.5
B, Grade . Galvalume Plate (Flat) 2.0 ft2 . ; . g XF or OB500
33 steel Gypsum-Fiber b d) EverGuard TPO Quick Spray Insulation, EnergyGuard Ultra Polyiso Insulation
Roof Board may be use Adhesive LV50 followed by GAF
SA Vapor Retarder
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SYSTEM TYPE B-2: MECHANICALL

TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

TTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED

Thermal Barrier ) Insulation Layer(s)
System Deck e Vapor Barrier e Roof Cover MDP
ttacl ac
No. Note 1 Note 15 Note 15 sf;
(Note 1) Type Fasten (Note 11) Note 17 (Note 15) Type Notes 6.7.8 (Note 15) (psf)
PVC Quick SPRAY ADHESIVE APPLICATIONS:
One or more layers, any combination, min. 1.5-inch
Min. 22 Min. 0.5-inch Note 2 EnergyGuard Polyiso Insulation, EnergyGuard RA, min. 0.25-
ga., Type SECUROCK (Drill-Tec 3 in. Ribbed 1 per inch DensDeck Prime and/or min. 0.5-inch EnergyGuard HD *
A B, Grade Gypsum-Fiber Galvalume Plate (Flat) 2.7 ft2 VB-SBS-SA Polyiso Cover Board or EnergyGuard HD Plus Polyiso Cover 0B500 PVC-Qs 450
33 steel Roof Board may be used) Board or min. 1.5-inch EnergyGuard Polyiso-HD Composite
Insulation or Ultra HD Composite Insulation
Min. 22 Note 2
ga., Type Min. 0.625-inch (Drill-Tec 3 in. Ribbed 1 per ) . hot asphalt
- b VB-BP2-AA Min. 1.5-inch E Guard RA PVC-QS -45.0*
LD B, Grade DensDeck Galvalume Plate (Flat) 4.0 ft2 n ey erey=uar or OB500 Q
33 steel may be used)
Unprimed substrate followed by One or more layers, base layer min. 1-inch thick, optional
. GAF SA Vapor Retarder XL or . . . .
. 0.5-inch DensDeck . subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso
Min. 22 K Note 2 GAF SA Primer, EverGuard TPO . . 8
2. Type Prime or Drill-Tec 3 in. Ribbed 1 per Quick S Adhesive. EverGuard Insulation, EnergyGuard Ultra Polyiso Insulation LRE-M. LRF
s317. | 8% VP SECUROCK (Drill-Tec 3 in. Ribbe per. uick spray Adnesive, BVersuard 4 ional) Min. 0.25-inch DensDeck Prime or min. 0.5-inch ' PVC-QS -45.0*
B, Grade ) Galvalume Plate (Flat) 4.0ft TPO Quick Spray Adhesive LV50 . XF or OB500
Gypsum-Fiber . ) EnergyGuard HD Polyiso Cover Board or EnergyGuard HD Plus
33 steel may be used) or Matrix 307 Premium Asphalt . . . .
Roof Board . Polyiso Cover Board or min. 1.5-inch EnergyGuard Polyiso-HD
Primer followed by GAF SA Vapor . . X .
Composite Insulation or Ultra HD Composite Insulation
Retarder
Unprimed substrate followed by One or more layers, base layer min. 1-inch thick, optional
Min. 22 0.5-inch DensDeck Note 2 GAF SA Vapor Retarder XL or subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso
am:I' o Prime or Drill-Tec 3 in. Ribbed 1 per GAF SA Primer, EverGuard TPO Insulation, EnergyGuard Ultra Polyiso Insulation LRE-M. LRE
S-318. ga. Typ SECUROCK (Drill-Tec 3 in. Ribbe P ) Quick Spray Adhesive or Min. 0.25-inch DensDeck Prime or min. 0.5-inch EnergyGuard ! PVC-QS -60.0
B, Grade . Galvalume Plate (Flat) 2.0 ft . ) - XF or OB500
33 steel Gypsum-Fiber may be used) EverGuard TPO Quick Spray HD Polyiso Cover Board or EnergyGuard HD Plus Polyiso Cover
Roof Board Adhesive LV50 followed by GAF Board or min. 1.5-inch EnergyGuard Polyiso-HD Composite
SA Vapor Retarder Insulation or Ultra HD Composite Insulation
Unprimed substrate followed by
Min. 22 0.5-inch DensDeck Note 2 GAF SA Vapor Retarder XL or
4 T o Prime or (Drill-Tec 3 in. Ribbed 1 per GAF SA Primer, EverGuard TPO One or more layers, base layer min. 1-inch thick, optional LRE-M. LRE-
S-319. ga., Typ SECUROCK ri-rec 5 in. Rigge Y Quick Spray Adhesive or subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso ! PVC-QS -67.5
B, Grade ) Galvalume Plate (Flat) 2.0 ft? . ; . . XF or OB500
33 steel Gypsum-Fiber b d) EverGuard TPO Quick Spray Insulation, EnergyGuard Ultra Polyiso Insulation
Roof Board may be use Adhesive LV50 followed by GAF
SA Vapor Retarder
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SYSTEM TYPE B-2: MECHANICALL

TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

TTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED

Thermal Barrier ) Insulation Layer(s)
System Deck e Vapor Barrier e Roof Cover MDP
ttac ac
No. Note 1 Note 15 Note 15 sf
(Note 1) Type Fasten (Note 11) Note 17 (Note 15) Type Notes 6,7,8) (Note 15) (psf)
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard
Min. 0.625-inch Ultra Polyiso Insulation, EnergyGuard RA followed by optional
Min. 22 N- 2.64>-Inc min. 0.5-inch EnergyGuard HD Polyiso Cover Board or
DensDeck Prime . y .
320 | 8% TYP® | o SEcuROCK Note 2 LPer |\ _Bp2-AA or VB-SBS-AA EnergyGuard HD PlugPRgecqguer BRYd {in. 1.5-inch hot asphalt | PVCF-HA -45.0
$-320. B, Grade G Fib 4.0 ft2 EnergyGuard Polyiso-HD Composite Insulation or Ultra HD p )
33 steel Ryp:tém- (Ij er Composite Insulation or min. 0.25-inch DensDeck Prime or
oot Boar SECUROCK Gypsum-Fiber Roof Board or min. 0.4375-inch
DEXcell Cement Roof Board
Min. 22 Min. 0.5-inch Note 2
ga., Type SECUROCK (Drill-Tec 3 in. Ribbed 1 per Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard
a 5 . VB-SBS-SA . . B PVCF-WB -45.0*
S B, Grade Gypsum-Fiber Galvalume Plate (Flat) 2.7 ft2 SBS-S Ultra Polyiso Insulation, EnergyGuard RA 0B500 ¢ >0
33 steel Roof Board may be used)
Min. 22 Min. 0.5-inch Note 2 Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard
ga., Type SECUROCK (Drill-Tec 3 in. Ribbed 1 per Ultra Polyiso Insulation, EnergyGuard RA followed by min.
a 5 . VB-SBS-SA . . ! B PVCF-WB -45.0*
S B, Grade Gypsum-Fiber Galvalume Plate (Flat) 2.7 ft2 SBS-S 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber Roof 08500 ¢ >0
33 steel Roof Board may be used) Board
Min. 22 Min. 0.5-inch Note 2 PVCE-LM or
ga., Type SECUROCK (Drill-Tec 3 in. Ribbed 1 per Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard
- . . -SBS- . . PVCF-LO, 12- -45.0*
$-323 B, Grade Gypsum-Fiber Galvalume Plate (Flat) 2.7 ft2 VB-SBS-SA Ultra Polyiso Insulation, EnergyGuard RA 0B500 incf\ o CO 450
33 steel Roof Board may be used) B
in. in. 0.5-i Note 2
I\/:nTZZe ,S\/IlEIgU(F)(OS(:IECh DO 'Iel Tec 3 in. Ribbed 1 per Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard PVCF-LM or
S-324. ga., Typ ) (Drill-Tec 3 in. Ribbe P VB-SBS-SA Ultra Polyiso Insulation, EnergyGuard RA followed by min. 0B500 PVCF-LO, 12- -45.0*
B Grade | Gypsum-Fiber Galvalume Plate (Flat) | 2.7 ft 0.25-inch SECUROCK Gypsum-Fiber Roof Board inch 0.c
33 steel Roof Board may be used) : YP .C.
Min. 22 Min. 0.5-inch Note 2
R . Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard
S-325. ga, Type SECUROCK (Drill-Tec 3 in. Ribbed 1 per VB-SBS-SA Ultra Polyiso Insulation, EnergyGuard RA followed by min. 0OB500 _PVCF LM, 12 -45.0*
B, Grade Gypsum-Fiber Galvalume Plate (Flat) 2.7 ft2 R inch o.c.
0.25-inch DEXcell FA Glass Mat Roof Board
33 steel Roof Board may be used)
Min. 22 Min. 0.5-inch Note 2
R & . Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard
S-326. ga., Type SECUROCK (Drill-Tec 3@ Ribbed 1 per VB-SBS-SA Ultra Polyiso Insulation, EnergyGuard RA followed by min. 0OB500 .PVCF Lo, 12 -45.0*
B, Grade Gypsum-Fiber Galvalume Plate (Flat) 2.7 ft2 . . incho.c.
0.25-inch DensDeck Prime
33 steel Roof Board may be used)
Unprimed substrate followed by
L
Min. 22 0.5-inch DensDeck Note 2 GAF SA Va.por R:tarder Xd or One or more layers, base layer min. 1-inch thick, optional
|n:r Prime or Drill in. Ribbed 1 GA,F iA Prlmerd,h ve.rGu:r TPO d subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso LRE-M. LRE
S-327. ga., Type SECUROCK (Drill:Tec 3'ingRibbe per Quic SPray Adhesive, .verGuar Insulation, EnergyGuard Ultra Polyiso Insulation o ) PVCF-WB -45.0*
B, Grade ) Galvalume Plate (Flat) 4.0 ft2 TPO Quick Spray Adhesive LV50 . . R . XF or OB500
Gypsum-Fiber . . (Optional) Min. 0.25-inch DensDeck Prime or SECUROCK
33 steel Roof Board may be used) or Matrix 307 Premium Asphalt Gypsum-Fiber Roof Board
Primer followed by GAF SA Vapor ypsum-Hi
Retarder
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SYSTEM TYPE B-2: MECHANICALL

TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

TTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED

Thermal Barrier ) Insulation Layer(s)
System Deck e Vapor Barrier e Roof Cover MDP
ttac ac
No. Note 1 Note 15 Note 15 sf;
(Note 1) Type Fasten (Note 11) Note 17 (Note 15) Type Notes 6.7.8 (Note 15) (psf)
Unprimed substrate followed by One or more layers, base layer min. 1-inch thick, optional
0.5-inch DensDeck GAF SA Vapor Retarder XL or subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso PVCF-LM (12-
Min. 22 P.rir_\lgcor ensbec Note 2 GAF SA Primer, EverGuard TPO Insulation, EnergyGuard Ultra Polyiso Insulation inch o.c.),
5328 ga., Type SECUROCK (Drill-Tec 3 in. Ribbed 1 per Quick Spray Adhesive, EverGuard | (Optional) Min. 0.25-inch DensDeck Prime or SECUROCK LRF-M, LRF- PVCF-LO (12- 45.0*
’ B, Grade Gypsum-Fiber Galvalume Plate (Flat) 4.0 ft2 TPO Quick Spray Adhesive LV50 Gypsum-Fiber Roof Board or min. 0.5-inch EnergyGuard HD XF or OB500 | incho.c.), ’
33 steel stf Board may be used) or Matrix 307 Premium Asphalt Polyiso Cover Board or EnergyGuard HD Plus Polyiso Cover PVCF-XF or
Primer followed by GAF SA Vapor | Board or min. 1.5-inch EnergyGuard Polyiso-HD Composite PVCF-OB
Retarder Insulation or Ultra HD Composite Insulation
Unprimed substrate followed by
0.5-inch DensDeck GAF SA Vapor Retarder XL or
Min. 22 P. ) -inch Densbec Note 2 GAF SA Primer, EverGuard TPO One or more layers, base layer min. 1-inch thick, optional PVCF-LM (12
$-329 ga., Type SI;IgL]JeROOrCK (Drill-Tec 3 in. Ribbed 1 per Quick Spray Adhesive, EverGuard | subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso LRF-M, LRF- inch 0.c.) or 45.0*
: B, Grade Gypsum-Fiber Galvalume Plate (Flat) 4.0ft2 | TPO Quick Spray Adhesive LV50 Insulation, EnergyGuard Ultra Polyiso Insulation XF or OB500 PVCF-).(F. '
33 steel Roof Board may be used) or Matrix 307 Premium Asphalt (Optional) Min. 0.25-inch DEXcell FA Glass Mat Roof Board
Primer followed by GAF SA Vapor
Retarder
PVCF-WB,
L PVCF-LM
Min. 22 0'{; inch DensDeck Fastener per Note 2 ) ) ) )
a, Type Prime or with Drill-Tec 3 in 1 per Min. 1.5-inch EnergyGuard Ultra Polyiso Insulation followed by LRE-M. LRE- (spatter),
S-330. ga. SECUROCK R ' P GAF SA Vapor Retarder XL min. 0.5-inch DensDeck Prime or SECUROCK Gypsum-Fiber ’ PVCF-LMC -45.0*
B, Grade ) Ribbed Galvalume 4.0 ft? XF or OB500
33 steel Gypsum-Fiber | | Roof Board (spatter),
Roof Board Plate (Flat) PVCF-XF or
PVCF-OB
Unprimed substrate followed by
.5-i GAF SA Vi Retarder XL
Min. 22 0 5 inch DensDeck Note 2 a.por gigraer =L or One or more layers, base layer min. 1-inch thick, optional
Prime or ) . GAF SA Primer, EverGuard TPO . . . .
ga., Type (Drill-Tec 3 in. Ribbed 1 per X - subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso LRF-M, LRF-
S-331. SECUROCK Quick Spray Adhesive or ’ ; f PVCF-WB -52.5
B, Grade . Galvalume Plate (Flat) 2.0 ft2 . Insulation, EnergyGuard Ultra Polyiso Insulation followed by XF or OB500
33 steel Gypsum-Fiber may be used) EverGuard TPO Quick Spray Min. 0.25-inch DensDeck Prime
Roof Board y Adhesive LV50 followed by GAF o
SA Vapor Retarder
Unprimed substrate followed by One or more layers, base layer min. 1-inch thick, optional
Min. 22 O.S—inch DensDeck Note 2 GAF SA Va.por Retarder XL or subseq‘uent layer(s) min. 1.5-inch thick EnergyGuard Polyiso PVCF-LM (4-
Prime or i i GAF SA Primer, EverGuard TPO Insulation, EnergyGuard Ultra Polyiso Insulation followed by .
ga., Type (Drill-Tec 3 in. Ribbed 1 per X - X X K LRF-M, LRF- inch o.c.) or
S-332. SECUROCK Quick Spray Adhesive or Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or -52.5
B, Grade . Galvalume Plate (Flat) 2.0 ft2 . . . . XF or OB500 | PVCF-LO (4-
33 steel Gypsum-Fiber b d EverGuard TPO Quick Spray EnergyGuard HD Plus Polyiso Cover Board or min. 1.5-inch inch o.c.)
Roof Board majRge Ly Adhesive LV50 followed by GAF EnergyGuard Polyiso-HD Composite Insulation or Ultra HD o
SA Vapor Retarder Composite Insulation
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SYSTEM TYPE B-2: MECHANICALL

TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

TTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED

Thermal Barrier ) Insulation Layer(s)
System Deck e Vapor Barrier e Roof Cover MDP
ttac ac
No. Note 1 Note 15 Note 15 sf
(Note 1) Type Fasten (Note 11) Note 17 (Note 15) Type Notes 6,7,8) (Note 15) (psf)
Unprimed substrate followed by One or more layers, base layer min. 1-inch thick, optional
Min. 22 0.5-inch DensDeck Note 2 GAF SA Vapor Retarder XL or subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso
a T o Prime or Drill-Tec 3 in. Ribbed 1 per GAF SA Primer, EverGuard TPO Insulation, EnergyGuard Ultra Polyiso Insulation followed by LRE-M. LRE-
S-333. ga. yp SECUROCK (Drill-Tec 3 in. Ribbe P Quick Spray Adhesive or Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or ! PVCF-XF -52.5
B, Grade ) Galvalume Plate (Flat) 2.0 ft2 . . . . XF or OB500
33 steel Gypsum-Fiber b d EverGuard TPO Quick Spray EnergyGuard HD Plus Polyiso Cover Board or min. 1.5-inch
Roof Board may be used) Adhesive LV50 followed by GAF EnergyGuard Polyiso-HD Composite Insulation or Ultra HD
SA Vapor Retarder Composite Insulation
Unprimed substrate followed by
Min. 22 0.$-|nch DensDeck Note 2 GAF SA Va.por Retarder XL or . . . . PVCF-LM (12-
Prime or i L GAF SA Primer, EverGuard TPO One or more layers, base layer min. 1-inch thick, optional .
ga., Type (Drill-Tec 3 in. Ribbed 1 per ) ) - - ; ) LRF-M, LRF- | incho.c.) or
S-334. SECUROCK Quick Spray Adhesive or subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso -60.0
B, Grade . Galvalume Plate (Flat) 2.0 ft2 . - ) X XF or OB500 | PVCF-LO (12-
33 steel Gypsum-Fiber mav b d) EverGuard TPO Quick Spray Insulation or EnergyGuard Ultra Polyiso Insulation inch o.c.)
Roof Board ay be use Adhesive LV50 followed by GAF -
SA Vapor Retarder
Unprimed substrate followed by
.5-i GAF SA Vi Retarder XL
Min. 22 0 5 inch DensDeck Note 2 a.por b el One or more layers, base layer min. 1-inch thick, optional PVCF-LM (12-
Prime or . . . GAF SA Primer, EverGuard TPO . . . . .
5.335 ga., Type SECUROCK (Drill-Tec 3 in. Ribbed 1 per Quick Adhesi subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso LRF-M, LRF- inch o.c.) or -60.0
: B, Grade ) Galvalume Plate (Flat) 2.0ft2 uick spray esive or Insulation, EnergyGuard Ultra Polyiso Insulation followed by XF or OB500 | PVCF-LO (12- ’
33 steel Gypsum-Fiber may be used) EverGuard TPO Quick Spray Min. 0.25-inch DensDeck Prime inch o.c.)
Roof Board v Adhesive LV50 followed by GAF o o
SA Vapor Retarder
Unprimed substrate followed by
Min. 22 g.r?r;:ZC:rDenSDeCk Note 2 gii 22 \Ffa'por R:tar(éer X(Lj f)I';O One or more layers, base layer min. 1-inch thick, optional
ga., Type (Drill-Tec 3 in. Ribbed 1 per e, Sggratian vers, base ayer min. » optional LRF-M, LRF- | PVCF-XF or
S-336. SECUROCK Quick Spray Adhesive or subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso -60.0
B, Grade ) Galvalume Plate (Flat) 2.0 ft2 . ’ . . XF or OB500 | PVCF-OB
33 steel Gypsum-Fiber b d) EverGuard TPO Quick Spray Insulation, EnergyGuard Ultra Polyiso Insulation
Roof Board may be use Adhesive LV50 followed by GAF
SA Vapor Retarder
Unprimed substrate followed by
.5-i GAF SA Vi Retarder XL
Min. 22 0 5 inch DensDeck Note 2 a.por etarder AL or One or more layers, base layer min. 1-inch thick, optional
Prime or ) . . GAF SA Primer, EverGuard TPO . . . .
ga., Type (Drill-Tec 3 in. Ribbed 1 per i - subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso LRF-M, LRF-
S-337. SECUROCK Quick Spray Adhesive or ; ) f PVCF-WB -67.5
B, Grade . Galvalume Plate (Flat) 2.0 ft? . Insulation, EnergyGuard Ultra Polyiso Insulation followed by XF or OB500
33 steel Gypsum-Fiber may be used) EverGuard TPO Quick Spray Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board
Roof Board v Adhesive LV50 followed by GAF o
SA Vapor Retarder
Unprimed substrate followed by
5. L
Min. 22 0 5 inch DensDeck Note 2 GAF SA Va.por Retarder XL or ' . . . PVCF-LM (4-
Prime or y B GAF SA Primer, EverGuard TPO One or more layers, base layer min. 1-inch thick, optional .
S-338 ga., Type SECUROCK (Drill-Tec 3 in. Ribbed 1 per Quick S Adhesi subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso LRF-M, LRF- inch o.c.) or -67.5
| B, Grade . Galvalume Plate (Flat) | 2.0 ft2 uick Spray Adhesive or d y o gy ¥ XF or OB500 | PVCF-LO (4- :
33 steel Gypsum-Fiber may be used) EverGuard TPO Quick Spray Insulation inch o.c.)
Roof Board Adhesive LV50 followed by GAF
SA Vapor Retarder
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TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Thermal Barrier ) Insulation Layer(s)
System Deck e Vapor Barrier e Roof Cover MDP
ttac ac
No. Note 1 Note 15 Note 15 sf
(Note 1) Type Fasten (Note 11) Note 17 (Note 15) Type Notes 6,7,8) (Note 15) (psf)
Unprimed substrate followed by
5-i GAF SAV Retarder XL . . ¢ .
Min. 22 gr?n;r;c:rDensDeck Note 2 GAF SA Pa‘por : arGer d (')I':’O One or more layers, base layer min. 1-inch thick, optional PVCF-LM (4-
5-339 ga., Type SECUROCK (Drill-Tec 3 in. Ribbed 1 per ik S rlm::j,h ve'r uar subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso LRF-M, LRF- inch o.c.) or €75
' B, Grade ) Galvalume Plate (Flat) 2.0 ft2 Quick Spray e5|.ve or Insulation, EnergyGuard Ultra Polyiso Insulation followed by XF or OB500 | PVCF-LO (4- ’
33 steel Gypsum-Fiber may be used) EverGuard TPO Quick Spray Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board inch o.c.)
Roof Board y Adhesive LV50 followed by GAF o o
SA Vapor Retarder
Unprimed substrate followed by
.5-i GAF SAV Retarder XL
Min. 22 0 5 inch DensDeck Note 2 a.por etarder 7k of One or more layers, base layer min. 1-inch thick, optional
Prime or ) . . GAF SA Primer, EverGuard TPO . . . .
ga., Type (Drill-Tec 3 in. Ribbed 1 per X - subsequent layer(s) min. 1.5-inch thick EnergyGuard Polyiso LRF-M, LRF-
S-340. SECUROCK Quick Spray Adhesive or Y . . PVCF-XF -67.5
B, Grade . Galvalume Plate (Flat) 2.0 ft2 . Insulation, EnergyGuard Ultra Polyiso Insulation followed by XF or OB500
33 steel Gypsum-Fiber may be used) EverGuard TPO Quick Spray Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board
Roof Board Adhesive LV50 followed by GAF s
SA Vapor Retarder

TABLE 2F: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED BASE PLY, BONDED CAP PLY

Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck = : Vapor Barrier yer(s) e MDP
asten Attac ac
No. (Note 1) Type (Note 15) Type Base PI Cap Pl (psf)
b (Note 11) (Note 17) P (Notes 6,7,8) v Pl
ASPHALT-APPLIED BASE PLY:
. i X Min. 1.5-inch EnergyGuard Polyiso Insulation,
Min. 22 Min. 0.625-inch . .
a Type Densbeck Prime or 1 EnergyGuard Ultra Polyiso Insulation, EnergyGuard
. 1 . . .
s-341, | 8% 'YP Note 2 PET | \VB-BP2-AA or VB-SBS-AA RA followed by min. 0.25-inch DensDeck Prime or hot asphalt | SBS-AA PVCF-HA -45.0%
B, Grade SECUROCK Gypsum- 4.0 ft2 . K
33 steel Fiber Roof Board SECUROCK Gypsum-Fiber Roof Board or min.
0.4375-inch DEXcell Cement Roof Board
GAFGLAS
. . inch Stratavent
gﬂam.ﬂz/pz)e ’[\)/l;:sgfczks;r:;e or 1 per Min. 1.5-inch EnergyGuard Polyiso Insulation, \P/e’ftf’rated
- ” _BP2- _SBS- : . enting . ) "
S-342. B, Grade SECUROCK Gypsum- Note 2 2.0 fi2 VB-BP2-AA or VB-SBS-AA FE{ZergyGuard Ultra Polyiso Insulation, EnergyGuard hot asphalt Base Sheet PVCF-HA 45.0
33 steel Fiber Roof Board /loose laid
followed
by SBS-AA
TORCH-APPLIED BASE PLY:
Min. 22 Min. 0.625-inch Min. 1.5-inch EnergyGuard Polyiso Insulation,
ga., Type DensDeck Prime or 1 per EnergyGuard Ultra Polyiso Insulation, EnergyGuard LRF-M or PVCF-LM or
_ . = - '’ - - | - _ *
TEEE, B, Grade SECUROCK Gypsum- \ ‘S 4.0 f2 VB-SBS-TA RA followed by min. 0.25-inch DensDeck Prime or 0OB500 SBS-TA iPn\iEFOLSI 12 450
33 steel Fiber Roof Board SECUROCK Gypsum-Fiber Roof Board e
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TABLE 2F: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED BASE PLY, BONDED CAP P

NEmoO | etc.e

Thermal Barrier Insulation Layer(s) Roof Cover (Note 15)
System Deck o R Vapor Barrier e MDP
asten ttac acl
No. (Note 1) Type (Note 15) Type Base PI Cap PI (psf)
yp (Note 11) (Note 17) yp (Notes 6,7,8) v PEY
Min. 22 Min. 0.625-inch Min. 1.5-inch EnergyGu.ard Pon|59 Insulation,
. EnergyGuard Ultra Polyiso Insulation or PVCF-LM or
ga., Type DensDeck Prime or 1 per > .
S-344. Note 2 VB-SBS-TA EnergyGuard RA followed by min. 0.25-inch LRF-XF SBS-TA PVCF-LO, 12- -45.0*
B, Grade SECUROCK Gypsum- 4.0 ft2 ) . .
X DensDeck Prime or SECUROCK Gypsum-Fiber Roof inch o.c.
33 steel Fiber Roof Board
Board
Min. 22 Min. 0.625-inch Min. 1.5-inch EnergyGuard Polyiso Insulation,
ga., Type DensDeck Prime or 1 per EnergyGuard Ultra Polyiso Insulation, EnergyGuard LRF-M or PVCF-XF or
- . N 2 VB-SBS-TA . R . BS-TA -45.0*
SEAD) B, Grade SECUROCK Gypsum- ote 4.0 ft2 SBS RA followed by min. 0.25-inch DensDeck Prime or 0OB500 SBS PVCF-OB >0
33 steel Fiber Roof Board SECUROCK Gypsum-Fiber Roof Board
Min. 22 Min. 0.625-inch Min. 1.5-inch EnergyGu?rd P0|yIS(? Insulation,
2. Type DensDeck Prime or 1 per EnergyGuard Ultra Polyiso Insulation or PVCE-XE or
s-346. | 8% VP Note 2 P VB-SBS-TA EnergyGuard RA followed by min. 0.25-inch LRF-XF SBS-TA -45.0*
B, Grade SECUROCK Gypsum- 4.0 ft2 . . PVCF-OB
. DensDeck Prime or SECUROCK Gypsum-Fiber Roof
33 steel Fiber Roof Board
Board
Unprimed substrate followed b
Note 2 P v One or more layers, base layer min. 1-inch thick, PVCF-LM (12-
i ) ) ) GAF SA Vapor Retarder XL or 5 . ) ) .
Min. 22 0.5-inch DensDeck (Drill-Tec 3 in. GAF SA Pri EverGuard TPO optional subsequent layer(s) min. 1.5-inch thick inch o.c.),
$-347 ga., Type Prime or SECUROCK Ribbed 1 per Quick s r'mizh ve'r uEar Guard EnergyGuard Polyiso Insulation, EnergyGuard Ultra LRF-M, LRF- SBS-TA PVCF-LO (12- 45.0*
: B, Grade Gypsum-Fiber Roof Galvalume 4.0 ft2 Tpu(;: Prfé eAs;v:, ‘verLVuSz:)r Polyiso Insulation followed by Min. 0.25-inch XF or OB500 inch o.c.), ’
33 steel Board Plate (Flat) ch pray. R .or DensDeck Prime or SECUROCK Gypsum-Fiber Roof PVCF-XF or
may be used) Matrix 307 Premium Asphalt Primer Board PVCE-OB
4 followed by GAF SA Vapor Retarder
Note 2 Unprimed substrate followed by One or more layers, base layer min. 1-inch thick, PVCF-LM (12-
Min. 22 0.5-inch DensDeck (Drill-Tec 3 in. GAF SA Vapor Retarder XL or optional subsequent layer(s) min. 1.5-inch thick inch o.c.) or
5348 ga., Type Prime or SECUROCK Ribbed 1 per GAF SA Primer, EverGuard TPO EnergyGuard Polyiso Insulation, EnergyGuard Ultra LRF-M, LRF- SBS-TA PVCF—Lé (12- 60.0
’ B, Grade Gypsum-Fiber Roof Galvalume 2.0ft2 | Quick Spray Adhesive or EverGuard | Polyiso Insulation followed by Min. 0.25-inch XF or OB500 inch o.c.) or '
33 steel Board Plate (Flat) TPO Quick Spray Adhesive LV50 DensDeck Prime or SECUROCK Gypsum-Fiber Roof PVCF—).(F.
may be used) followed by GAF SA Vapor Retarder Board
Note 2 Unprimed substrate followed by One or more layers, base layer min. 1-inch thick, PVCF-LM (4-
Min. 22 0.5-inch DensDeck (Drill-Tec 3 in. GAF SA Vapor Retarder XL or optional subsequent layer(s) min. 1.5-inch thick inch o.c.) or
$-349 ga., Type Prime or SECUROCK Ribbed 1 per GAF SA Primer, EverGuard TPO EnergyGuard Polyiso Insulation, EnergyGuard Ultra LRF-M, LRF- SBS-TA PVCF-Ld (- 675
' B, Grade Gypsum-Fiber Roof Galvalume 2.0 ft? Quick Spray Adhesive or EverGuard Polyiso Insulation followed by Min. 0.25-inch XF or OB500 inch .c.) or ’
33 steel Board Plate (Flat) TPO Quick Spray Adhesive LV50 DensDeck Prime or SECUROCK Gypsum-Fiber Roof PVCF-).(F.
may be used) followed by GAF SA Vapor Retarder Board

©ONEMO ETC LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC
GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411
TOP OF APPENDIX

PEER-GAF-008.A.R67 for FL3443-R63 (NON-HVHZ)
Revision 67: 08/17/2026
Appendix 1, Page 67 of 177



TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (‘:t:atl:l;) (Note 15) (psf)
ote
EVERGUARD PVC OR EVERGUARD PVC KEE / EVERGUARD #2331 BONDING ADHESIVE OR EVERGUARD #2331 BONDING ADHESIVE H APPLICATIONS:
Min. 22 gal.., Type B, G.rade 33 (Optional) One or more Min. 2-inch EnergyGuard Ultra quyiso Insul_ation, 1 per PVC-BA or .
S-350. steel or min. 2,500 psi L EnergyGuard Polyiso-HD Composite Insulation or Ultra Note 2 ) -30.0
layers, any combination . . 5.3 ft PVC-BA-H
structural concrete HD Composite Insulation
Min. 22 gq., Type B, GArade 33 (Optional) One or more Min. 2-|nc.h EnergyG.uard Polyiso Insulatlor), EnergyGuard Note 2;6 p?rts per ’T““' 4x 8 ft board with parts 1 per PVC-BA or .
S-351. steel or min. 2,500 psi N Ultra Polyiso Insulation, EnergyGuard Polyiso-HD installed 36-inch o.c. in two parallel rows, 12 ) -30.0
layers, any combination . X R . ) 5.3 ft PVC-BA-H
structural concrete Composite Insulation or Ultra HD Composite Insulation inches from the 8 ft edges of the board
Min. 22 ga., Type B, Grade 33 One or more lavers. an Note 2 (Drill-Tec 3 in. Ribbed Galvalume 1 per PVC-BA or
S-352. steel or min. 2,500 psi - y - v Min. 0.25-inch DensDeck Prime Plates (Flat), Drill-Tec 3” Standard Steel p ) -30.0*
combination, min. 1-inch . 4.0 ft PVC-BA-H
structural concrete Plates or Drill-Tec AccuTrac Flat Plates only)
Min. 22 ga., Type B, Grade 33 One or more lavers. an Note 2 (Drill-Tec 3 in. Ribbed Galvalume 1 per PVC-BA or
S-353. steel or min. 2,500 psi - vers, any Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Plates (Flat) or Drill-Tec AccuTrac Flat P ) -30.0*
combination, min. 1-inch 4.0 ft PVC-BA-H
structural concrete Plates only)
Drill-Tec #12 Fastener, Drill-Tec #14 Fastener,
Drill-Tec #12 DP Fastener or Drill-Tec #14 HD
: Fastener with Drill-Tec 3 in. Ribbed Galvalume
5-354. '\f["”'l 22ga, TypeB, Grade 33| One o 'ay_ersi s | Min. 0.25-inch DEXcell FA Glass Mat Roof Board Plate (Flat), Drill-Tec 3” Flat Steel Plate or Drill 41 oq | PVC-BA -30.0*
stee combination, min. 1-inc Tec AccuTrac Flat Plate, Drill-Tec #12 DF Fastener .
or Drill-Tec #14 DF Fastener with Drill-Tec 3” DF
Steel Insulation Plate or Drill-Tec 3” ASAP Flat
Min. 22 ga., Type B, Grade 33 .
| 1 PVC-BA
$-355. | steel or min. 2,500 psi (Optional) One ormore |\ 4 o i b EneravGuard RA Note 2 per C-BAor -30.0*
structural concrete layers, any combination 3.2 ft PVC-BA-H
Note 2
5
Z
Min. 22 ga., T B |
5-356 st(lar:el or ﬁflr; g[;?)o, Csiirade 3 ?;nik;;;:gs fnyi!ra\rsill asrjy Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or 1 per PVC-BA or -30.0%
’ S0P . iy _ EnergyGuard HD Plus Polyiso Cover Board 5.3ft2 | PVC-BA-H :
structural concrete inch
- w w -
N Elh (=] N
5 5 5 5
. Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or
.22 ga. B R .
5357 g;; or f’nam nggo’ C;rade 33 One or more layers, any EnergyGuard HD Plus Polyiso Cover Board or min. 1.5- Note 2 1 per PVC-BA or -30.0*
’ structural cc.méretep combination inch EnergyGuard Polyiso-HD Composite Insulation or 3.2 ft? PVC-BA-H ’
Ultra HD Composite Insulation
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1) Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (AttaCh) (Note 15) (psf)
Note 17
. Min. 1.5-inch EnergyGuard Polyiso Insulation,
5358 L\f;r;'l if rg:r; T;gzg' Sirade 33 (Optional) One or more EnergyGuard Ultra Polyiso Insulation, EnergyGuard Note 2 1 per PVC-BA or 375+
: T P layers, any combination Polyiso-HD Composite Insulation or Ultra HD Composite 2.7 ft? PVC-BA-H :
structural concrete .
Insulation, EnergyGuard RA
Min. 22 ga., T B, Grade 33
5-359 sttler:el or gma:r; 2yp5((e)0’ Sira € One or more layers, any Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or Note 2 1 per PVC-BA or 37.5%
’ o P combination EnergyGuard HD Plus Polyiso Cover Board 2.7 ft> | PVC-BA-H ’
structural concrete
Min. 22 ga., Type B, Grade 33 .
. K (Optional) One or more . . . 1 per PVC-BA or
-360. | .2, L .0.25- - -37.5*
S-360 steel or min. 2,500 psi layers, any combination Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Note 2 27 f2 PVC-BA-H 37.5
structural concrete
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
Fastener, Drill-Tec XHD Fastener (steel only), Drill-
Min. 22 ga., Type B, Grade 33 . . . . Tec #12 DP Fastener (steel only), Drill-Tec #12
5361, steel or min. 2,500 psi I(Optlonal) One (t))r m(?re Mln% 0.25 (;nCh SECUROCK Ultralight Coated Glass-Mat DPH Fastener (steel only), Drill-Tec #14 HD 1 pt;r2 PVC-BA or 37.5%
structural concrete ayers, any combination Roof Boar Fastener or Drill-Tec #15 EHD Fastener (steel 2.71t PVC-BA-H
only) with Drill-Tec 3” Standard Steel Plate or
Drill-Tec 3” Flat Steel Plate
Min. 2-inch EnergyGuard Ultra Polyiso Insulation,
Min. 22 ga., Type B, Grade 33 . EnergyGuard Polyiso-HD Composite Insulation, Ultra HD
| 1 PVC-BA
S-362. steel or min. 2,500 psi I(Sitrlsnaan) 22:12;:;3;? Composite Insulation, EnergyGuard RA or Min. 0.625- Note 2 4 g?trz PVE—BA—CI)-Ir -45.0*
structural concrete yers, any inch DensDeck Prime or SECUROCK Gypsum-Fiber Roof '
Board
Min. 22 ga.., Type B, G.rade 33 (Optional) One or more Min. 1.5-inch EneltgyGuard Ultra f’olylso Ins.ulatlon, 1 per PVC-BA or .
S-363. steel or min. 2,500 psi L EnergyGuard Polyiso-HD Composite Insulation or Ultra Note 2 -45.0
layers, any combination \ . 3.2 ft2 PVC-BA-H
structural concrete HD Composite Insulation
Min. 22 ga., Type B Note 2 (Drill-Tec 3 in. Ri Ival
n ga. » 1YPe B, G.rade 3 One or more layers, any Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum- ote 2 (Dri e(f 3 in I,/,ObEd Galvalume 1 per PVC-BA or "
S-364. steel or min. 2,500 psi L . . A Plates (Flat), Drill-Tec 3” Standard Steel -45.0
combination, min. 1-inch Fiber Roof Board g 3.2 ft? PVC-BA-H
structural concrete Plates or Drill-Tec AccuTrac Flat Plates only)
Min. 22 g2, TypeB, Gvrade 3 One or more layers, any Min. 0.5-inch DensDeck Prime or min. 0.375-inch Note 2 (Dr/II-Te? 3 in. RI,?bEd Galvalume 1 per PVC-BA or
S-365. steel or min. 2,500 psi combination. min. 1-inch SECUROCK Gvbsum-Fiber Roof Board Plates (Flat), Drill-Tec 3” Standard Steel 400 PVC-BA-H -45.0*
structural concrete ! ' P Plates or Drill-Tec AccuTrac Flat Plates only) ’
Min. 2.5-inch EnergyGuard Polyiso Insulation,
5366 Min. 22 ga., Type B, Grade 33 | (Optional) One or more EnergyGuard Ultra Polyiso Insulation, EnergyGuard Note 2 1 per PVC-BA or 45.0
: steel or structural concrete layers, any combination Polyiso-HD Composite Insulation or Ultra HD Composite 2.3 ft? PVC-BA-H '
Insulation
in. 22 ga. B . in. 2-i E i ion, E . i i
Min ga. , Type B, G.rade 33 (Optional) One or more Min |nc.h nernguard Polyiso Insulatlor.'n nergyGuard .NOte 2;8 p?rts per min. 4x 8 ft board with parts 1 per PVC-BA or .
S-367. steel or min. 2,500 psi lavers. any combination Ultra Polyiso Insulation, EnergyGuard Polyiso-HD installed 24-inch o.c. in two parallel rows, 12 2.0 f2 PVC-BA-H -45.0
structural concrete verg @Y Composite Insulation or Ultra HD Composite Insulation inches from the 8 ft edges of the board '
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1) Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (AttaCh) (Note 15) (psf)
Note 17
Drill-Tec #12 Fastener, Drill-Tec #14 Fastener,
Drill-Tec #12 DP Fastener or Drill-Tec #14 HD
. Fastener with Drill-Tec 3 in. Ribbed Galvalume
$-368. M'n'l 22ga, Type B, Grade 33 | One oo 'ay.ersifmyh Min. 0.25-inch DEXcell FA Glass Mat Roof Board Plate (Flat), Drill-Tec 3" Flat Steel Plate or Drill- 31;?“2 PVC-BA 45.0%
stee combination, min. 1-inc Tec AccuTrac Flat Plate, Drill-Tec #12 DF Fastener 21t
or Drill-Tec #14 DF Fastener with Drill-Tec 3” DF
Steel Insulation Plate or Drill-Tec 3” ASAP Flat
Drill-Tec #12 Fastener, Drill-Tec #14 Fastener,
Drill-Tec #12 DP Fastener or Drill-Tec #14 HD
. Fastener with Drill-Tec 3 in. Ribbed Galvalume
5-369. M'”'l 22ga, TypeB, Grade 33 | One o 'ay.ersi 2™ | Min. 0.5inch DEXcell FA Glass Mat Roof Board Plate (Flat), Drill-Tec 3" Flat Steel Plate or Drill- 415":2 PVC-BA 45.0%
stee combination, min. 1-inc Tec AccuTrac Flat Plate, Drill-Tec #12 DF Fastener Oft
or Drill-Tec #14 DF Fastener with Drill-Tec 3” DF
Steel Insulation Plate or Drill-Tec 3” ASAP Flat
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
Fastener, Drill-Tec XHD Fastener (steel only), Drill-
Min. 22 ga., Type B, Grade 33 . . . . ill-
g A P K (Optional) One or more Min. 0.375-inch SECUROCK Ultralight Coated Glass-Mat Tec #12 DP Fastener (steel o'?ly)’ Drill-Tec #12 1 per PVC-BA or
S-370. steel or min. 2,500 psi | binati ¢ q DPH Fastener (steel only), Drill-Tec #14 HD f2 -45.0*
structural concrete ayers, any combination Roof Boar Fastener or Drill-Tec #15 EHD Fastener (steel 271t PVC-BA-H
only) with Drill-Tec 3” Standard Steel Plate or
Drill-Tec 3” Flat Steel Plate
Min. 1.5-inch EnergyGuard Polyiso Insulation,
Min. 22 ga., Type B, Grade 33 . EnergyGuard Ultra Polyiso Insulation, EnergyGuard
g . P K (Optional) One or more .gy . 4 . 4 . 1 per PVC-BA or «
S-371. steel or min. 2,500 psi lavers. any combination Polyiso-HD Composite Insulation or Ultra HD Composite Note 2 2082 PVC-BA-H -45.0
structural concrete yers, any Insulation, EnergyGuard RA, Min. 0.25-inch DensDeck '
Prime or SECUROCK Gypsum-Fiber Roof Board
Note 2
.é‘
Min. 22 ga., Type B, Grade 33 | One or more layers, any Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or 1 per PVC-BA or
S-372. steel or min. 2,500 psi combination, min. 1.5- EnergyGuard HD Plus Polyiso Cover Board or min. 1.5- B P ) -45.0*
) Y . . 5 | 3.2ft PVC-BA-H
structural concrete inch inch EnergyGuard Polyiso Insulation :
N o ™ & ) ~
5 E E; 5 E 5
Min. 22 ga., Type B, Grade 33 . . .
5373 steel or gmin ZVF;OO si One or more layers, any Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or Note 2 1 per PVC-BA or -45.0%
’ T P combination EnergyGuard HD Plus Polyiso Cover Board 2.0 ft2 PVC-BA-H ’
structural concrete
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (AttaCh) (Note 15) (psf)
Note 17
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
(O X I) o Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener,
: ptional) One or more Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener
Min. 22 ga., Type B, Grade 33 I . . . . 1 per
S-374. | ga. 1ype B, layers, any combination, Min. 2.0-inch Ultra HD Composite Insulation with Drill-Tec 3” Recessed Steel Plate, Drill-Tec 3” pf ) PVC-BA -45.0*
stee min 0.5-inch, loose-laid Steel Plate, Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. 5.3ft
Ribbed Galvalume Plate (Flat), Drill-Tec 3” Standard
Steel Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3”
DF Steel Insulation Plate
Min. 22 ga., Type B, Grade 33 . Min. 2-inch EnergyGuard Ultra Polyiso Insulation,
& . P K (Optional) One or more gY .y . 1 per PVC-BA or
S-375. steel or min. 2,500 psi s EnergyGuard Polyiso-HD Composite Insulation or Ultra Note 2 ) -52.5
layers, any combination ) . 2.7 ft PVC-BA-H
structural concrete HD Composite Insulation
Min. 22 ga., Type B, Grade 33 ) . )
5376 steel or gmin 2yp500 si One or more layers, any Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum- Note 2 1 per PVC-BA or 525
’ P £oPUP combination, min. 1-inch | Fiber Roof Board 1.8ft2 | PVC-BA-H ’
structural concrete
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
Fastener, Drill-Tec XHD Fastener (steel only), Drill-
Min. 22 ga., Type B, Grade 33 . . . ill-
8 . vp K One or more layers, any Min. 0.25-inch SECUROCK Ultralight Coated Glass-Mat Tec #12 DP Fastener (stee| Or?ly)’ Drill-Tec #12 1 per PVC-BA or
S-377. steel or min. 2,500 psi binati in. 1-inch | Roof Board DPH Fastener (steel only), Drill-Tec #14 HD 130 PVC-BA-H -52.5
structural concrete combination, min. I-inc oot Boar Fastener or Drill-Tec #15 EHD Fastener (steel 3t S
only) with Drill-Tec 3” Standard Steel Plate or
Drill-Tec 3” Flat Steel Plate
Min. 22 ga., Type B, Grade 33 | One or more layers, an . . .
5378 steel or ﬁ'\in gEOO i combination myin 15 v Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or Note 2 1 per PVC-BA or 525
’ o P . ! T EnergyGuard HD Plus Polyiso Cover Board 1.45ft> | PVC-BA-H ’
structural concrete inch
Min. 22 ga., Type B, Grade 33 . Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard
& . M K (Optional) One or more . gy . Y . gy 1 per PVC-BA or
S-379. steel or min. 2,500 psi L Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Note 2 ) -60.0
layers, any combination 5 X X . 1.8 ft PVC-BA-H
structural concrete Composite Insulation or Ultra HD Composite Insulation
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
Fastener, Drill-Tec XHD Fastener (steel only), Drill-
Min. 22 ga., Type B, Grade 33 . . . ill-
g . P K One or more layers, any Min. 0.25-inch SECUROCK Ultralight Coated Glass-Mat Tec #12 DP Fastener (stee| or?ly)' Drill-Tec #12 1 per PVC-BA or
S-380. steel or min. 2,500 psi binati in. 1-inch Roof Board DPH Fastener (steel only), Drill-Tec #14 HD 1.0 2 PVC-BA-H -60.0
structural concrete combination, WINRLEnG & Fastener or Drill-Tec #15 EHD Fastener (steel Oft Sk
only) with Drill-Tec 3” Standard Steel Plate or
Drill-Tec 3” Flat Steel Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
(O Y I) B Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener,
. ptiona ne or more Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener
Min. 22 ga., T B, Grade 33 N . . . . X - . 1 per
S-381. |n| ga- Type race layers, any combination, Min. 2.0-inch Ultra HD Composite Insulation with Drill-Tec 3” Recessed Steel Plate, Drill-Tec 3” pf ) PVC-BA -60.0
stee min 0.5-inch, loose-laid Steel Plate, Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. 2.1ft
! Ribbed Galvalume Plate (Flat), Drill-Tec 3” Standard
Steel Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3”
DF Steel Insulation Plate
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (AttaCh) (Note 15) (psf)
Note 17
Min. 22 ga., Type B, Grade 33 . Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard
g ) vp . (Optional) One or more ) gy ) v A gy 1 per PVC-BA or
S-382. steel or min. 2,500 psi L Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Note 2 ) -67.5
layers, any combination . . . . 1.8 ft PVC-BA-H
structural concrete Composite Insulation, Ultra HD Composite Insulation
Fasteners per Note 2 with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat), Drill-Tec 3” Flat Steel
Plate, Drill-Tec 3” Standard Steel Plate or Drill-Tec
3” DF Steel Insulation Plate
BB & B E ..
B ES 5 3 Bl Bl
Min. 22 ga., Type B, Grade 33 | O layers, . . ) Y i
5383 sttler;I or ia"; ZW;ZO Sira € cc:]nit?iLZl?or: ;Yiirsl a5r_1y Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or B A 1 per PVC-BA or 67.5
: e P . T EnergyGuard HD Plus Polyiso Cover Board il ¥ | 1.45ft2 | PVC-BA-H :
structural concrete inch N =
2l 8 LB 5B LB g
575 5 7575 5 7
Min. 22 ga., Type B, Grade 33
. . One or more layers, an . . . 1 per PVC-BA or
S-384. steel or min. 2,500 psi . y . u Min. 0.375-inch SECUROCK Gypsum-Fiber Roof Board Note 2 P ) -67.5
combination, min. 1-inch 1.3 ft PVC-BA-H
structural concrete
Min. 22 ga., Type B, Grade 33 One or more layers, any 1 per
S-385. steel or min. 2,500 psi combination, min. 1.5- Min. 0.5-inch Structodek High Density Roof Fiberboard Note 2 1 gftz PVC-BA -67.5
structural concrete inch '
Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
. . . Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
5-386. M|n.I 22 ga., Type B, min. 55 ksi One |:c:.r mf)re Iay.ersian.y ) Min. 0.5-inch DensDeck Prime Galvalume Plate (Flat), Drill-Tec 3” Flat Steel 1 per2 PVC-BA or 675
stee combination, min. 1.5-inc Plate, Drill-Tec 3” Standard Steel Plate or Drill-Tec 20ft PVC-BA-H
3” Steel Plate
Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
Min. 22 ga., Type B, min. 55 ksi One or more layers, any . . . Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed 1 per PVC-BA or
S-387. steel combination, min. 1.5-inch Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board Galvalume Plate (Flat) or Drill-Tec 3” Flat Steel 2.0 f2 PVC-BA-H -67.5
Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
(O X I) o Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener,
R ptional) One or more Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener
Min. 22 ga., T B, Grade 33 . . . . . X - . 1
S-388. ml ga. Type rae layers, any combination, Min. 2.0-inch Ultra HD Composite Insulation with Drill-Tec 3” Recessed Steel Plate, Drill-Tec 3” 1 6p<:r2 PVC-BA -67.5
stee min 0.5-inch, loose-laid Steel Plate, Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. bt
! Ribbed Galvalume Plate (Flat), Drill-Tec 3” Standard
Steel Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3”
DF Steel Insulation Plate
in. 22 ga. B
Min ga. , Type B, G.rade 33 | One qr mQre Iay.ers, any . . . 1 per PVC-BA or
S-389. steel or min. 2,500 psi combination, min. 1.5- Min. 0.25-inch DensDeck Prime Note 2 ) -75.0
' 1.45 ft PVC-BA-H
structural concrete inch
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NEmoO | etc.e
TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (AttaCh) (Note 15) (psf)
Note 17
Drill-Tec #12 Fastener, Drill-Tec #14 Fastener,
Drill-Tec XHD Fastener, Drill-Tec #12 DP Fastener,
(Optional) One or more Min. 1.5-inch EnergyGuard Polyiso Insulation, Drill-Tec 12 DPH Fasteher, Dpill- Tec#14 HD
5390 Min. 22 ga., Type B, Grade 33 Iayi:rs min. 1.5-inch top EnergyGuard Ultra Polyiso Insulation, EnergyGuard :Ztaest;;eoerl?’T!;Te[:rﬁﬁ:cHaPi:\athiirkiLWIth Drill- 1 per PVC-BA or 825
= . '’ . = . _ . . . ’ - . 2 _ . = .
steel insulation Ponlsq HD Composite Insulation, Ultra HD Composite Galvalume Plate (Flat), Drill-Tec 3” Standard Steel 1.45 ft PVC-BA-H
Insulation or EnergyGuard RA Plate, Drill-Tec AccuTrac Flat Plate, Drill-Tec
AccuTrac Recessed Plate, Drill-Tec 3” Flat Steel
Plate or Drill-Tec 3” Recessed Steel Plate
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
Fastener, Drill-Tec XHD Fastener (steel only), Drill-
Min. 22 ga., T B, Grade 33 . . . ill-
n gé +1YPe B, Ara € One or more layers, any Min. 0.5-inch SECUROCK Ultralight Coated Glass-Mat Tec #{@ DP Fastener (steel Or,ﬂy)’ Drill-Tec #12 1 per PVC-BA or
S-391. steel or min. 2,500 psi binati in. 1-inch Roof Board DPH Fastener (steel only), Drill-Tec #14 HD 1.45 f©2 PVC-BA-H -82.5
structural concrete combination, min. 1-inc oor boar Fastener or Drill-Tec #15 EHD Fastener (steel . S
only) with Drill-Tec 3” Standard Steel Plate or
Drill-Tec 3” Flat Steel Plate
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
a
.
B |
5 A
Min. 22 ga., Type B, min. 55 ksi One or more layers, any . ) . ' ;’ 1 per PVC-BA or
S-392. steel combination, min. 1-inch Min. 0.625-inch DensDeck StormX Prime : . 1 272 PVC-BA-H 82.5
JeLR LR LB | B B BT
2 5 5 5 5 s 5 7
Min. 22 ga., Type B, min. 55 ksi One or more layers, any . ; . Drill-Tec XHD Fastener with Drill-Tec 3 in. 1 per PVC-BA or
JEEES steel combination, min. 1-inch Min. 0.625°Rgh DensDeck StormX Prime Ribbed Galvalume Plate (Flat) 2.7 ft2 PVC-BA-H 825
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NEmoO | etc.e
TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer

<
o
o

System Deck (Note 1 Base Insulation Layer e Roof Cover

No. (Note 13, Note 17) Type Fasten (Note 11) (Note17) (Note 15)
ote

g

Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat), Drill-Tec 3” Flat Steel
Plate, Drill-Tec 3” Standard Steel Plate or Drill-Tec
3” Steel Plate
=
]

-zt
urge
u-zT
|
u-8T
ur-9

5

1 per PVC-BA or
1.45ft2 | PVC-BA-H

Min. 22 ga., Type B, min. 55 ksi One or more layers, any

Min. 0.5-inch DensDeck Pri
steel combination, min. 1.5-inch in. 0.5-inch DensDeck Prime

Ut

S-394.

U8 T - U

-4z

=
®
5

urg

o
i
E]

ur-gt

= =
] 5 .9
S S 2

Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat) or Drill-Tec 3” Flat Steel
Plate

u-gT
u-zt
ureg
Uzt
u-gT
-9

1 per PVC-BA or
1.45ft> | PVC-BA-H

Min. 22 ga., Type B, min. 55 ksi One or more layers, any
steel combination, min. 1.5-inch

-82.5

- "U-ZT -

S-395. Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board

- ULBT - Ul

u-rz

=
®
5

ur-gT

T
N ok R SN . ALk

ul-9
u-81T
ur-gt

o
r
=

Drill-Tec #14 Fastener, Drill-Tec #14 HD Fastener,
Drill-Tec #15 DF Fastener, Drill-Tec XHD Fastener or
(Optional) One or more Drill-Tec #15 EHD Fastfner with DriII-Tec 3” Rfcessed 1
layers, any combination, Min. 2.0-inch Ultra HD Composite Insulation 2:2: g::;:: g::::z 3 i:'t:?ll):;tza?\g:u:; ilailjt 1,(';?{2
min 0.5-inch, loose-laid (Flat), Drill-Tec 3” Standard Steel Plate, Drill-Tec
AccuTrac Flat Plate or Drill Tec 3” DF Steel Insulation
Plate

Min. 22 ga., Type B, Grade 33
steel

S-396. PVC-BA -82.5
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (AttaCh) (Note 15) (psf)
Note 17
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
One or more layers, an Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener,
5-397 Min. 22 ga., Type B, Grade 33 binati y 14 }; Min. 0.5-inch DensDeck Prime or SECUROCK Gypsum-Fiber Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 1 per PVC-BA 825
=9 steel combination, min 1-Inch, ¢ ¢ Board with Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed | 1.0 ft2 g s
loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
Min. 22 ga., Type B, Grade 33 | One or more layers, any 1 per PVC-BA or
S-398. steel or min. 2,500 psi combination, min. 1.5- Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board Note 2 1 (‘))ftz PVC-BA-H -90.0
structural concrete inch '
Min. 22 ga., Type B, min. 55 ksi One or more layers, any . . . Drill-Tec XHD Fastener with Drill-Tec 3 in. 1 per PVC-BA or
ek steel combination, min. 1-inch Min. 0.625-inch DensDeck StormX Prime Ribbed Galvalume Plate (Flat) 1.8 ft? PVC-BA-H 975
One or more lavers. an Note 2 (Drill-Tec 3 in. Ribbed Galvalume
S-400 Min. 22 ga., Type B, Grade 80 combination myin :,l 5 ! Min. 0.5-inch EnergyGuard HD Polyiso Cover Board Plates (Flat), Drill-Tec 3" Standard Steel 1 per PVC-BA or 112.5
| steel o - min: 2 e By A Plates, Drill-Tec 3” DF Steel Insulation Plate | 1.0 | PVC-BA-H :
or Drill-Tec 3” Flat Steel Plate only)
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
. . Fastener, Drill-Tec XHD Fastener (steel only), Drill-
Min. 22 ga., Type B, Grade 80 gilnllny.islc;ﬁc;;gfﬁuard TDT:H#FHPP Fa?tfnelr (stle)elgr)llﬂ Drji;ll—lel_chﬁlz 1 per EverGuard
. K . . Y astener (steel only), Drill-Tec
S-401. steel or min. 2,500 psi EnergyGuard Ultra Min. 0.5-inch DensDeck Prime Fastener or Drill-Tec #15 EHD Fastener (steel 102 PVC / #2331 -127.5
structural concrete Polyiso Insulation only) with Drill-Tec 3” Standard Steel Plate, Drill-
Tec 3 in. Ribbed Galvalume Plate (Flat), Drill-Tec
AccuTrac Flat Plate or Drill-Tec 3” Flat Steel Plate
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
Fastener, Drill-Tec XHD Fastener (steel only), Drill-
Min. 22 ga., Type B, Grade 33 . > . ill-
g . P K One or more layers, any Min. 0.5-inch SECUROCK Ultralight Coated Glass-Mat Tec #12 DP Fastener (steel orfly)’ Drill-Tec #12 1 per EverGuard
S-402. steel or min. 2,500 psi binati in. 2-inch Roof Board DPH Fastener (steel only), Drill-Tec #14 HD 102 PVC / #2331 -127.5
structural concrete combination, min. 2-inc oor Boar Fastener or Drill-Tec #15 EHD Fastener (steel Oft C/#233
only) with Drill-Tec 3” Standard Steel Plate or
Drill-Tec 3” Flat Steel Plate
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NEmoO | etc.e
TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (AttaCh) (Note 15) (psf)
Note 17
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
B o
5 B
¥ ]
. s
s-403, | Min-22ga, Type B min.55ksi | One or more layers, any Min. 0.625-inch DensDeck StormX Prime g C]oreer lpycga 1275
steel combination, min. 1-inch T 1.8 ft?
b
Flles lplzlelole . 5ol
55 55 3753 3 8 ®
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
One or more layers, an ) ) . Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener,
5404 Min. 22 ga., Type B, Grade 80 binati y 05 v Min. 0.5-inch DensDeck Prime or SECUROCK Gypsum- Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 1 per PVC-BA 1275
i . steel Fom Ina Ion’.mm d Fiber Roof Board with Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed 1.0 ft2 g - .
inch, loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
o
5
. . . z
S-405. Min. 22 ga., Type B, min. 55 ksi One o.r m.ore Iay.ers, a.ny Min. 0.625-inch DensDeck StormX Prime i 1 per PVC-BA -135.0
steel combination, min. 1-inch 1.3 ft2
"S,
7
slel s & (Bl & | & 2
° 3 E 3 B 5 2
Drill-Tec #12 Fastener (steel only), Drill-Tec #1.
Fastener, Drill-Tec XHD Fastener (steel only), Drill-
Min. 22 ga., Type B, Grade 80 One or more layers, an . . . ill-
: & ; e K —— y v Min. 0.5-inch SECUROCK Ultralight Coated Glass-Mat Tec #12 DP Fastener (steel or?ly)’ Drill-Tec #12 1 per EverGuard
S-406. steel or min. 2,500 psi combination, min. 1.5- ¢ d DPH Fastener (steel only), Drill-Tec #14 HD 0 C/#233 -142.5
structural concrete inch Roof Boar Fastener or Drill-Tec #15 EHD Fastener (steel loft PVC /#2331
only) with Drill-Tec 3” Standard Steel Plate or
Drill-Tec 3” Flat Steel Plate
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Top Insulation Layer

structural concrete

System Base Insulation Layer Roof Cover MDP
o, Deck (Note 1) (Note 15, Nota 17) Type Fasten (Note 11) (“\ttac") (Note 15) (psf)
Note 17
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
¢ i
5 5
P + +
™~ ) ]
5 IS A
i i i I EY @
s-a07, | Min-22ga. TypeB, min. S5ksi | Oneormorelayers, any | \v 6 675 inch DensDeck StormX Prime ! = 5| 1P| pycaa 1425
steel combination, min. 1-inch £ | 1.3ft2
1 B
ot
N ol B R e el 5N v
5757 3 =1 5-5-_5'-3 575"
EVERGUARD PVC / EVERGUARD PVC QUICK LAY ADHESIVE APPLICATIONS:
Note 2
Min. 22 ga., Type B, Grade 33 . Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard . .
) A | ) ) A . 1
S-408. steel or min. 2,500 psi (Optional) One o.r mc?re Ultra Polyiso Insulation, EnergyGuard Polyiso-HD 6 parts per mm 4x 8_ft board with parts perz PVC-QL -30.0*
layers, any combination . . . ) installed 36-inch o.c. in two parallel rows, 5.3 ft
structural concrete Composite Insulation or Ultra HD Composite Insulation )
12 inches from the 8 ft edges of the board
Min. 22 ga., Type B, Grade 33 One or more lavers. an Note 2 (Drill-Tec 3 in. Ribbed Galvalume 1 per
S-409. steel or min. 2,500 psi L y ' v Min. 0.25-inch DensDeck Prime Plates (Flat), Drill-Tec 3” Standard Steel P PVC-QL -30.0*
combination, min. 1-inch 3 4.0 ft?
structural concrete Plates or Drill-Tec AccuTrac Flat Plates only)
Min. 22 ga., Type B, Grade 33 One or more lavers. an Note 2 (Drill-Tec 3 in. Ribbed Galvalume 1 per
S-410. steel or min. 2,500 psi - yers, any Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Plates (Flat) or Drill-Tec AccuTrac Flat p PVC-QL -30.0*
combination, min. 1-inch 4.0 ft?
structural concrete Plates only)
Min. 22 ga., Type B, Grade 33 .
| 1
S-411. steel or min. 2,500 psi (Optional) One o'r mc'>re Min. 1.5-inch EnergyGuard RA Note 2 perz PVC-QL -30.0*
layers, any combination 3.2 ft
structural concrete
Note 2
5
|5
Min. 22 ga., Type B, Grade 33 | One or more layers, any . . .
S-412. steel or min. 2,500 psi combination, min. 1.5- - 0-5-inch EnergyGuarq HD Polyiso Cover Board or 1 per PVC-QL -30.0*
. EnergyGuard HD Plus Polyiso Cover Board 5.3 ft2
structural concrete inch
- w w -
N Clh (=] N
5 £ = 5
Min. 22 ga., T B, Grade 33
s-413 stclar:al or gmam’ ZVF;?)O’ Sira & One or more layers, any Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or Note 2 1 per pvC-QL -30.0%
’ T P combination EnergyGuard HD Plus Polyiso Cover Board 3.2 ft2 ’
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (AttaCh) (Note 15) (psf)
Note 17
Min. 22 ga., Type B, Grade 33 . Min. 1.5-inch EnergyGu.ard Poly|s9 Insulation,
) . (Optional) One or more EnergyGuard Ultra Polyiso Insulation, EnergyGuard 1 per
S-414. steel or min. 2,500 psi L . . . . Note 2 ) PVC-QL -37.5*%
layers, any combination Polyiso-HD Composite Insulation or Ultra HD Composite 2.7 ft
structural concrete -
Insulation, EnergyGuard RA
Min. 22 ga., T B, Grade 33
n gal. s 1ype s, .ra € One or more layers, any Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or 1 per
S-415. steel or min. 2,500 psi L . Note 2 PVC-QL -37.5%
combination EnergyGuard HD Plus Polyiso Cover Board 2.7 ft?
structural concrete
Min. 22 ga., Type B, Grade 33 .
) . Opt 1)O ) . . 1
5-416. | steel or min. 2,500 psi (Optional) One ormore |\ 6 6 o SECUROCK Gypsum-Fiber Roof Board Note 2 Per | pvcaL 37.5%
layers, any combination 2.7 ft
structural concrete
5417 :f;r;'l iﬁ gma"; szggg’ (:‘irade 3 (Optional) One or more Min. 2-inch EnergyGuard RA or Min. 0.625-inch Note 2 1 per pvC-QL 45.0%
’ T P layers, any combination DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board 4.0 ft? ’
structural concrete
Min. 22 ga., Type B, Grade 33 (Optional) One or more Min. 1.5-inch EnergyGuard Ultra Polyiso Insulation, 1 per
S-418. steel or min. 2,500 psi P L EnergyGuard Polyiso-HD Composite Insulation or Ultra Note 2 P ) PVC-QL -45.0*
layers, any combination . . 3.2 ft
structural concrete HD Composite Insulation
Min. 22 ga., Type B, Grade 33 . . . Note 2 (Drill-Tec 3 in. Ribbed Galvalume
$-419. | steel or min. 2,500 psi One or more [ayers, any | Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum Plates (Flat), Drill-Tec 3” Standard Steel 1per | pycal -45.0*
combination, min. 1-inch Fiber Roof Board . 3.2 ft?
structural concrete Plates or Drill-Tec AccuTrac Flat Plates only)
Min. 22 ga., Type B, Grade 33 . . . . . Note 2 (Drill-Tec 3 in. Ribbed Galvalume
| Min. 0.5- DensD . 0.375-inch 1
5-420. | steel or min. 2,500 psi one or more favers, any SE'(':’U(; g C'Ecg -~ _Ef;‘er:';{?jf"sror:r'g 0:375-inc Plates (Flat), Drill-Tec 3” Standard Steel ao | PVCaL -45.0*
structural concrete ! ' yp Plates or Drill-Tec AccuTrac Flat Plates only) '
Min. 2.5-inch EnergyGuard Polyiso Insulation,
s-.421. Min. 22 ga., Type B, Grade 33 | (Optional) One or mc?re Ener.gyGuard Ultra F.’olylso InS}JIatlon, EnergyGuard . Note 2 1 per2 pvC-QL 45.0
steel or structural concrete layers, any combination Polyiso-HD Composite Insulation or Ultra HD Composite 2.3 ft
Insulation
Min. 22 ga., Type B, Grade 33 (Optional) One or more Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard Note 2 . ) . 1 per
S-422. | steel or min. 2,500 psi P P . Ultra Polyiso Insulation, EnergyGuard Polyiso-HD 8 parts per min. 4 x 8 ft board with parts installed p , | pvcaL -45.0*
layers, any combination . X X . 24-inch o.c. in two parallel rows, 12 inches from 4.0 ft
structural concrete Composite Insulation or Ultra HD Composite Insulation
the 8 ft edges of the board
Min. 1.5-inch EnergyGuard Polyiso Insulation,
Min. 22 ga., Type B, Grade 33 . EnergyGuard Ultra Polyiso Insulation, EnergyGuard
1
S-423. steel or min. 2,500 psi I(a?itrfnaar:) (zzfnzirnr:tci);i Polyiso-HD Composite Insulation, Ultra HD Composite Note 2 5 g?trz PVC-QL -45.0*
structural concrete yers, any Insulation or EnergyGuard RA, Min. 0.25-inch DensDeck ’
Prime or SECUROCK Gypsum-Fiber Roof Board
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (‘:t:atl:l;) (Note 15) (psf)
ote
Note 2
.é‘
Min. 22 ga., Type B, Grade 33 | One or more layers, any Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or 1 per
S-424. steel or min. 2,500 psi combination, min. 1.5- EnergyGuard HD Plus Polyiso Cover Board or min. 1.5- ? 3 prt2 PVC-QL -45.0*
structural concrete inch inch EnergyGuard Polyiso Insulation 2 '
~ o ™ & ) ~
5 E E; 5 E 5
Min. 22 ga., Type B, Grade 33 . . .
g . P K One or more layers, any Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or 1 per N
S-425. steel or min. 2,500 psi L R Note 2 ) PVC-QL -45.0
combination EnergyGuard HD Plus Polyiso Cover Board 2.0 ft:
structural concrete
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
(O X I) o Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener,
. ptiona ne or more Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener
Min. 22 ga., Type B, Grade 33 I . . . . 1 per
S-426. : | 8 yP layers, any combination, Min. 2.0-inch Ultra HD Composite Insulation with Drill-Tec 3” Recessed Steel Plate, Drill-Tec 3” pf ) PVC-QL -45.0*
stee min 0.5-inch, loose-laid Steel Plate, Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. 5.3ft
! Ribbed Galvalume Plate (Flat), Drill-Tec 3” Standard
Steel Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3”
DF Steel Insulation Plate
Min. 22 ga., Type B, Grade 33 . . .
" r One or more layers, an Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum- 1 per
$-427. | steel or min. 2,500 psi rmorefavers, any Vi ! ! ypsu Note 2 Per | pvc-aL -52.5
combination, min. 1-inch | Fiber Roof Board 1.8 ft
structural concrete
Min. 22 ga., Type B, Grade 33 One or more lavers. an Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum- 1 per
S-428. steel or min. 2,500 psi N vers, any Fiber Roof Board or min. 0.5-inch EnergyGuard HD Note 2 P , | PVC-QL -60.0
combination . 1.45 ft
structural concrete Polyiso Cover Board
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
(O . I) 4 Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener,
. ptional) One or more Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener
Min. 22 ga., T B, Grade 33 Y / . . . 1
S-429. n ga. Type b, Grade layers, any combination, Min. 2.0-inch Ultra HD Composite Insulation with Drill-Tec 3” Recessed Steel Plate, Drill-Tec 3” perz PVC-QL -60.0
steel min 0.5-inch, loose-laid Steel Plate, Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. 2.1t
Ribbed Galvalume Plate (Flat), Drill-Tec 3” Standard
Steel Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3”
DF Steel Insulation Plate
Min. 22 ga., Type B, Grade 33 . Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard
l 5 . M K (Optional) One or more I I C. &Y .u Vi viatl . eyu 1 per
S-430. steel or min. 2,500 psi L Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Note 2 ) PVC-QL -67.5
layers, any combination . X X . 1.8 ft
structural concrete Composite Insulation or Ultra HD Composite Insulation
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (‘:t:atl:l;) (Note 15) (psf)
ote
Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
. . . Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
5-431. '\f'”'l 222, Type B, min. 55 ksi | One oo 'ay_ersi oY 4 | Min. 0.5-inch DensDeck Prime Galvalume Plate (Flat), Drill-Tec 3 Flat Steel ! b | Pvc-aL 675
stee combination, min. 1.>-inc Plate, Drill-Tec 3” Standard Steel Plate or Drill-Tec 2.0ft
3” Steel Plate
Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
Min. 22 ga., Type B, min. 55 ksi One or more layers, any . . . Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed 1 per
S-432. steel combination, min. 1.5-inch Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board Galvalume Plate (Flat) or Drill-Tec 3” Flat Steel 2012 PVC-QL -67.5
Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
(O X I) o Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener,
. ptional) One or more Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener
Min. 22 ga., Type B, Grade 33 o ) ) ) ) 1 per
S-433. | ga., Typ layers, any combination, Min. 2.0-inch Ultra HD Composite Insulation with Drill-Tec 3” Recessed Steel Plate, Drill-Tec 3” p f2 PVC-QL -67.5
stee min 0.5-inch, loose-laid Steel Plate, Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. 1e6ft
! Ribbed Galvalume Plate (Flat), Drill-Tec 3” Standard
Steel Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 Fastener, Drill-Tec #14 Fastener,
Drill-Tec XHD Fastener, Drill-Tec #12 DP Fastener,
(Optional) One or more Min. 1.5-inch EnergyGuard Polyiso Insulation, Drill-Tec #12 QZH Fastener, Drill-Tec #14 HE "
Min. 22 ga., Type B, Grade 33 P X X EnergyGuard Ultra Polyiso Insulation, EnergyGuard Fasrefer or Drill-Tec 4_“5 EHD_FaSFener with Drill- 1 per
S-434. | layers, min. 1.5-inch top Polviso-HD C ite Insulation. Ultra HD C it Tec 3” Steel Plate, Drill-Tec 3 in. Ribbed 1.45 f2 PVC-QL -82.5
stee insulation o ylsq— OmpoSIE IR at@n, Uitra omposite Galvalume Plate (Flat), Drill-Tec 3” Standard Steel .
Insulation or EnergyGuard RA Plate, Drill-Tec AccuTrac Flat Plate, Drill-Tec
AccuTrac Recessed Plate, Drill-Tec 3” Flat Steel
Plate or Drill-Tec 3” Recessed Steel Plate
Min. 22 ga., Type B, Grade 33 . Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard
& . vp K (Optional) One or more . gy A v . gy 1 per
S-435. steel or min. 2,500 psi N Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Note 2 , | PvC-QL -82.5
layers, any combination ) X . . 1.45 ft
structural concrete Composite Insulation or Ultra HD Composite Insulation
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
[
.
= |
5 A
Min. 22 ga., Type B, min. 55 ksi One or more layers, an r . . ' : 1 per
5-436. ga. yp " MOTEAVErS N 1 Min. 0.625-inch DensDeck StormX Prime 3 el | pvec-aL -82.5
steel combination, min. 1-inch ! 2.7 ft
Lo RS T A S VIO B ]
2 5 7 5 5 5 57
Min. 22 ga., Type B, min. 55 ksi One or more layers, any . . . Drill-Tec XHD Fastener with Drill-Tec 3 in. 1 per
- . . - . R Min. 0.625-inch DensDeck St X P . - -82.5
o steel combination, min. 1-inch n inch Densbeck stormA Frime Ribbed Galvalume Plate (Flat) 2.7 ft2 pPvc-aL
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NEmoO | etc.e
TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer

<
o
o

System Deck (Note 1 Base Insulation Layer e Roof Cover

No. (Note 13, Note 17) Type Fasten (Note 11) (Note17) (Note 15)
ote

g

Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat), Drill-Tec 3” Flat Steel
Plate, Drill-Tec 3” Standard Steel Plate or Drill-Tec
3” Steel Plate
=
]

-zt
urge
u-zT
|
u-8T
ur-9

5

1 per
1.45 ft2

Min. 22 ga., Type B, min. 55 ksi One or more layers, any
steel combination, min. 1.5-inch

Min. 0.5-inch DensDeck Prime PVC-QL -82.5

Ut

S-438.

U8 T - U

-4z

=
®
5

urg

o
i
E]

ur-gt

= =
] 5 .9
S S 2

Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat) or Drill-Tec 3” Flat Steel
Plate

u-gT
u-zt
ureg
Uzt
u-gT
-9

1 per
1.45 ft?

Min. 22 ga., Type B, min. 55 ksi One or more layers, any
steel combination, min. 1.5-inch

- "U-ZT -

S-439. Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board PVC-QL -82.5

- ULBT - Ul

u-rz

=
®
5

ur-gT

T
N ok R SN . ALk

ul-9
u-81T
ur-gt

o
r
=

Drill-Tec #14 Fastener, Drill-Tec #14 HD Fastener,
Drill-Tec #15 DF Fastener, Drill-Tec XHD Fastener or
(Optional) One or more Drill-Tec #15 EHD Fastfner with DriII-Tec 3” Rfcessed 1
layers, any combination, Min. 2.0-inch Ultra HD Composite Insulation 2:2: g::;:: g::::z 3 i:'t:?ll):;tza?\g:u:; ilailjt 1,(';?{2
min 0.5-inch, loose-laid (Flat), Drill-Tec 3” Standard Steel Plate, Drill-Tec
AccuTrac Flat Plate or Drill Tec 3” DF Steel Insulation
Plate

Min. 22 ga., Type B, Grade 33
steel

S-440. PvC-QL -82.5
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (AttaCh) (Note 15) (psf)
Note 17
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
One or more layers, an Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener,
s-441 Min. 22 ga., Type B, Grade 33 binati y 14 }; Min. 0.5-inch DensDeck Prime or SECUROCK Gypsum-Fiber Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 1 per pPVC-QL 825
maitda | combination, min 1-Inch, ¢ ¢ Board with Drill-Tec 3” Flat Steel Plate, Drill-Tec 3in. Ribbed | 1.0 2 g “es
loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
Min. 22 ga., Type B, Grade 40 . Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard
& . P K (Optional) One or more A gy . Y X gy 1 per
S-442. steel or min. 2,500 psi L Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Note 2 , | PVC-QL -90.0
layers, any combination . X . : 1.45 ft
structural concrete Composite Insulation or Ultra HD Composite Insulation
Min. 22 ga., Type B, min. 55 One or more layers, any . . . Drill-Tec XHD Fastener with Drill-Tec 3 in. 1 per
-443. ) . R . Min. 0.625-inch DensDeck StormX Prim . PVC-QL -97.
5443 ksi steel combination, min. 1-inch in. 0.625-inch DensDeck Sto 'me Ribbed Galvalume Plate (Flat) 1.8 ft? «Q 975
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
B o
5 5
| i
| 5
Min. 22 ga., Type B, min. 55 One or more layers, an . . N B = 1 per
S-444. . ge.. TYP — y . ¥ Min. 0.625-inch DensDeck StormX Prime 5 J p ) PVC-QL -127.5
ksi steel combination, min. 1-inch (i 1.8 ft
b
Flles lplzlelole . 5ol
S5 57T sEF s 57 e
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
. One or more layers, an ) ) ) Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener,
s-445 Min. 22 ga., Type B, Grade 80 binati y 05 v Min. 0.5-inch DensDeck Prime or SECUROCK Gypsum- Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 1 per pvC-QL 127.5
i : steel _Com Ina Ion’_mm = Fiber Roof Board with Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed 1.0 ft2 g - :
inch, loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (AttaCh) (Note 15) (psf)
Note 17
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
o
5
Min. 22 ga., T B, min. | 5 1
5-446. in. 22 ga., Type B, min. 55 | One ormorelayers, any |y 4 675 inch DensDeck StormX Prime TP 1 pveal 1350
ksi steel combination, min. 1-inch 1.3 ft2
"S,
7
slel s & (Bl & | & 2
2 3 El 5 El 5 2
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
¢ i
5 5
& & 5
N ~ | ]
5 N A
Min. 22 ga., Type B, min. 55 o] I , ) : ) T 5 =11
5-447. - 22 ga. Type £, min ne or more 1ayers, aY 1 nin, 0.625-inch DensDeck StormX Prime & - 5| 2P 1 pvcal -1425
ksi steel combination, min. 1-inch £ ! 1.3ft
1 B
4
re B B v e N B ele
ERERE . - - =
PVC QuICK SPRAY ADHESIVE APPLICATIONS:
Min. 22 ga., Type B, Grade 33 . Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard Note .2; 6 parts pe!’ min. 4 X 8 ft board with
. K (Optional) One or more A A . parts installed 36-inch o.c. in two parallel 1 per "
S-448. steel or min. 2,500 psi L Ultra Polyiso Insulation, EnergyGuard Polyiso-HD . ) PVC-QS -30.0
layers, any combination . . . . rows, 12 inches from the 8 ft edges of the 5.3 ft
structural concrete Composite Insulation or Ultra HD Composite Insulation board
Min. 22 ga., Type B, Grade 33 One or more layef& an Note 2 (Drill-Tec 3 in. Ribbed Galvalume 1 per
S-449. steel or min. 2,500 psi - Y Min. 0.25-inch DensDeck Prime Plates (Flat), Drill-Tec 3” Standard Steel p PVC-QS -30.0*
combination, min. 1-inch ’ 4.0 ft?
structural concrete Plates or Drill-Tec AccuTrac Flat Plates only)
Min. 22 ga., Type B, Grade 33 one ot more A, Note 2 (Drill-Tec 3 in. Ribbed Galvalume 1 per
S-450. steel or min. 2,500 psi P y K ¥ Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Plates (Flat) or Drill-Tec AccuTrac Flat p PVC-QS -30.0*
combination, min. 1-inch 4.0 ft2
structural concrete Plates only)
Drill-Tec #12 Fastener, Drill-Tec #14 Fastener,
Drill-Tec #12 DP Fastener or Drill-Tec #14 HD
. Fastener with Drill-Tec 3 in. Ribbed Galvalume
5-451. '\f'”'l 222, Type B, Grade 33— | One AT 'ay.ersi"f‘”yh Min. 0.25-inch DEXcell FA Glass Mat Roof Board Plate (Flat), Drill-Tec 3” Flat Steel Plate or Drill 41(;’?; PVC-QS -30.0*
stee Qmpigatiag, min. L-inc Tec AccuTrac Flat Plate, Drill-Tec #12 DF Fastener .
or Drill-Tec #14 DF Fastener with Drill-Tec 3” DF
Steel Insulation Plate or Drill-Tec 3” ASAP Flat
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (AttaCh) (Note 15) (psf)
Note 17
Min. 22 ga., Type B, Grade 33 .
S-452. steel or min. 2,500 psi (Optional) One o_r m(?re Min. 1.5-inch EnergyGuard RA Note 2 . perz PVC-QS -30.0*
layers, any combination 3.2 ft
structural concrete
Note 2
5
| Z
Min. 22 ga., Type B, Grade 33 | One or more layers, any . . .
5-453. | steel or min. 2,500 psi combination, min. 1.5 | - 0-5-inch EnergyGuard HD Polyiso Cover Board or LPer | pycas -30.0%
. EnergyGuard HD Plus Polyiso Cover Board 5.3 ft:
structural concrete inch
(=3 w w [=3
e z z »
Min. 22 ga., Type B, Grade 33 . ) \
| Min. 0.5-inch E HD Pol B 1
s-454. steel or min. 2,500 psi One qr mpre ayers, any in. 0.5-inc nergyGuarcf olyiso Cover Board or Note 2 perZ PVC-QS 30.0*
combination EnergyGuard HD Plus Polyiso Cover Board 3.2 ft
structural concrete
Min. 22 ga., Type B, Grade 33 ' Min. 1.5-inch EnergyGu.ard Polylsg Insulation,
. K (Optional) One or more EnergyGuard Ultra Polyiso Insulation, EnergyGuard 1 per
S-455. steel or min. 2,500 psi L . . X . Note 2 ) PVC-QS -37.5%
layers, any combination Polyiso-HD Composite Insulation, Ultra HD Composite 2.7 ft
structural concrete ;
Insulation or EnergyGuard RA
Min. 22 ga., Type B, Grade 33 . . .
5-456. steel or min. 2,500 psi One o.r mf)re layers, any Min. 0.5-inch EnergyGuarq HD Polyiso Cover Board or Note 2 1 per2 PVCQS 37.5%
combination EnergyGuard HD Plus Polyiso Cover Board 2.7 ft
structural concrete
Min. 22 ga., Type B, Grade 33 . . . . .
5457, steel or min. 2,500 psi (Optional) One o'r mc?re Min. 2-inch FnergyGuard RA or Min. 0.625-inch Note 2 1 per2 PVC-QS -45.0*
layers, any combination DensDeck Prime 4.0 ft
structural concrete
Min. 22 ga., Type B, Grade 33 . Min. 1.5-inch EnergyGuard Ultra Polyiso Insulation,
| 1
S-458. steel or min. 2,500 psi (Optional) One o.r mc'>re EnergyGuard Polyiso-HD Composite Insulation or Ultra Note 2 perz PVC-QS -45.0*
layers, any combination . . 3.2 ft
structural concrete HD Composite Insulation
Min. 22 ga., Type B, Grade 33 ) ) ) Note 2 (Drill-Tec 3 in. Ribbed Galvalume
S-459. steel or min. 2,500 psi One O.r m9re IaYers, a.ny N.“n' 0.25-inch DensDeck Prime or SECUROCK Gypsum Plates (Flat), Drill-Tec 3” Standard Steel 1 per PVC-QS -45.0*
combination, min. 1-inch Fiber Roof Board g 3.2 ft2
structural concrete Plates or Drill-Tec AccuTrac Flat Plates only)
Min. 22 ga., Type B, Grade 33 . . . . . Note 2 (Drill-Tec 3 in. Ribbed Galvalume
.0.5- DensD .0.375- ; 1
S-460. steel or min. 2,500 psi ?;;;;;?;S lz:/iirsi?:::/h gfglgucrlg CIECGh :S;_‘:?;;l:;tgo?:g 0.375-inch Plates (Flat), Drill-Tec 3” Standard Steel 4 g ?trz PVC-QS -45.0*
structural concrete TR P Plates or Drill-Tec AccuTrac Flat Plates only) ’
Min. 2.5-inch EnergyGuard Polyiso Insulation,
S-461. Min. 22 ga., Type B, Grade 33 | (Optional) One o.r mc?re Ener.gyGuard Ultra F.’olylso InS}JIatlon, EnergyGuard . Note 2 1 per2 PVC-QS 45.0
steel or structural concrete layers, any combination Polyiso-HD Composite Insulation or Ultra HD Composite 2.3 ft
Insulation
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (AttaCh) (Note 15) (psf)
Note 17
Min. 22 ga., Type B, Grade 33 (Optional) One or more Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard Note 2 . . ) 1 oer
S-462. steel or min. 2,500 psi P I Ultra Polyiso Insulation, EnergyGuard Polyiso-HD 8 parts per min. 4 x Sqg boaddgin parts installed P ) PVC-QS -45.0*
layers, any combination . X R . 24-inch o.c. in two parallel rows, 12 inches from 4.0 ft
structural concrete Composite Insulation or Ultra HD Composite Insulation
the 8 ft edges of the board
Drill-Tec #12 Fastener, Drill-Tec #14 Fastener,
Drill-Tec #12 DP Fastener or Drill-Tec #14 HD
. Fastener with Drill-Tec 3 in. Ribbed Galvalume
$-463. M'”'l 22ga, Type B, Grade 33 | One t"’_r more 'ay_ersi"f‘”yh Min. 0.25-inch DEXcell FA Glass Mat Roof Board Plate (Flat), Drill-Tec 3” Flat Steel Plate or Drill- 312"‘:2 PVC-QS -45.0%
stee combination, min. 1-inc Tec AccuTrac Flat Plate, Drill-Tec #12 DF Fastener 21t
or Drill-Tec #14 DF Fastener with Drill-Tec 3” DF
Steel Insulation Plate or Drill-Tec 3” ASAP Flat
Drill-Tec #12 Fastener, Drill-Tec #14 Fastener,
Drill-Tec #12 DP Fastener or Drill-Tec #14 HD
. Fastener with Drill-Tec 3 in. Ribbed Galvalume
Saps. | M 2282, TypeB,Grade33 | One or morelayers, a0 |y, .5 inch DEXcell FA Glass Mat Roof Board Plate (Flat), Drill-Tec 3" Flat Steel Plate or Dril- | “P* | pvc-as 45.0*
stee combination, min. 1-inc Tec AccuTrac Flat Plate, Drill-Tec #12 DF Fastener Oft
or Drill-Tec #14 DF Fastener with Drill-Tec 3” DF
Steel Insulation Plate or Drill-Tec 3” ASAP Flat
Min. 1.5-inch EnergyGuard Polyiso Insulation,
Min. 22 ga., Type B, Grade 33 . EnergyGuard Ultra Polyiso Insulation, EnergyGuard
g ) P ) (Optional) One or more .gy ) v ) &Y ) 1 per "
S-465. steel or min. 2,500 psi lavers. anv combination Polyiso-HD Composite Insulation, Ultra HD Composite Note 2 20 f2 PVC-QS -45.0
structural concrete yers, any Insulation or EnergyGuard RA, Min. 0.25-inch DensDeck '
Prime
Note 2
.é‘
Min. 22 ga., Type B, Grade 33 | One or more layers, any Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or 1 per
S-466. steel or min. 2,500 psi combination, min. 1.5- EnergyGuard HD Plus Polyiso Cover Board or min. 1.5- § 3 gftl PVC-QS -45.0*
structural concrete inch inch EnergyGuard Polyiso Insulation 3 '
E o | & % % o
5 5 5 5 5 5
Min. 22 ga., Type B, Grade 33 . . )
& ) vP K One or more layers, any Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or 1 per
S-467. steel or min. 2,500 psi W R Note 2 N PVC-QS -45.0*
combination EnergyGuard HD Plus Polyiso Cover Board 2.0 ft
structural concrete
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Base Insulation Layer Roof Cover MDP
Deck (Note 1) Attach
No. (Note 13, Note 17) Type Fasten (Note 11) Note 17) (Note 15) (psf)
ote
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
(O X I) o Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener,
. ptional) One or more Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener
Min. 22 ga., Type B, Grade 33 I . . . . 1
S-468. 'nl £a., 1ype b, Grade layers, any combination, | Min. 2.0-inch Ultra HD Composite Insulation with Drill-Tec 3” Recessed Steel Plate, Drill-Tec 3” s 3p:'r2 PVC-QS -45.0*
stee min 0.5-inch, loose-laid Steel Plate, Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. 31t
Ribbed Galvalume Plate (Flat), Drill-Tec 3” Standard
Steel Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3”
DF Steel Insulation Plate
Min. 22 ga., Type B, Grade 33 One or more layers, an 1 per
S-469. steel or min. 2,500 psi L y e ¥ Min. 0.25-inch DensDeck Prime Note 2 p ) PVC-QS -52.5
combination, min. 1-inch 1.8 ft
structural concrete
Min. 22 ga., Type B, Grade 33 | One or more layers, any Min. 0.25-inch DensDeck Prime or min. 0.5-inch 1 per
S-470. steel or min. 2,500 psi combination, min. 1.5- EnergyGuard HD Polyiso Cover Board or EnergyGuard HD | Note 2 1 42 P PVC-QS -60.0
structural concrete inch Plus Polyiso Cover Board ’
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
(O . I) o Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener,
) ptiona ne or more Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener
Min. 22 ga., Type B, Grade 33 L. . . . . 1 per
S-471. | ga., Typ layers, any combination, Min. 2.0-inch Ultra HD Composite Insulation with Drill-Tec 3” Recessed Steel Plate, Drill-Tec 3” P 5 PVC-QS -60.0
stee min 0.5—inch, loose-laid Steel Plate, Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. 211t
Ribbed Galvalume Plate (Flat), Drill-Tec 3” Standard
Steel Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3”
DF Steel Insulation Plate
Fasteners per Note 2 with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat), Drill-Tec 3” Flat Steel
Plate, Drill-Tec 3” Standard Steel Plate or Drill-Tec
3” DF Steel Insulation Plate
R DM BB e
3 5 3 3 3 E
Min. 22 ga., Type B, Grade 33 | One or more layers, an . . . o |
& . vp . N y v Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or ] I 1 per
S-472. steel or min. 2,500 psi combination, min. 1.5- R G S ) PVC-QS -67.5
) EnergyGuard HD Plus Polyiso Cover Board | 145ft
structural concrete inch N z
Pl B L F BB B 2
) 5 5 5 5 7
Min. 22 ga., Type B, Grade 33 . Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard
& . vp K (Optional) One or more . gy . v . 8y 1 per
S-473. steel or min. 2,500 psi | Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Note 2 ) PVC-QS -67.5
layers, any combination . X . . 1.8 ft
structural concrete Composite Insulation or Ultra HD Composite Insulation
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
Top Insulation Layer

System
No.

Deck (Note 1)

Base Insulation Layer
(Note 13, Note 17)

Type

Fasten (Note 11)

Attach
(Note 17)

Roof Cover MDP
(Note 15)

S-474.

Min. 22 ga., Type B, min. 55 ksi
steel

One or more layers, any
combination, min. 1.5-inch

Min. 0.5-inch DensDeck Prime

Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat), Drill-Tec 3” Flat Steel
Plate, Drill-Tec 3” Standard Steel Plate or Drill-Tec
3” Steel Plate

1 per
2.0 ft?

PVC-QS

S-475.

Min. 22 ga., Type B, min. 55 ksi
steel

One or more layers, any
combination, min. 1.5-inch

Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board

Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat) or Drill-Tec 3” Flat Steel
Plate

1 per
2.0 ft?

PVC-QS

S-476.

Min. 22 ga., Type B, Grade 33
steel

(Optional) One or more
layers, any combination,
min 0.5-inch, loose-laid

Min. 2.0-inch Ultra HD Composite Insulation

Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener,
Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener
with Drill-Tec 3” Recessed Steel Plate, Drill-Tec 3”
Steel Plate, Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat), Drill-Tec 3” Standard
Steel Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3”
DF Steel Insulation Plate

1 per
1.6 ft2

PVC-QS -67.5

S-477.

Min. 22 ga., Type B, Grade 33
steel

(Optional) One or more
layers, min. 1.5-inch top
insulation

Min. 1.5-inch EnergyGuard Polyiso Insulation,
EnergyGuard Ultra Polyiso Insulation, EnergyGuard
Polyiso-HD Composite Insulation, Ultra HD Composite
Insulation or EnergyGuard RA

Drill-Tec #12 Fastener, Drill-Tec #14 Fastener,
Drill-Tec XHD Fastener, Drill-Tec #12 DP Fastener,
Drill-Tec #12 DPH Fastener, Drill-Tec #14 HD
Fastener or Drill-Tec #15 EHD Fastener with Drill-
Tec 3” Steel Plate, Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate, Drill-Tec
AccuTrac Recessed Plate, Drill-Tec 3” Flat Steel
Plate or Drill-Tec 3” Recessed Steel Plate

1 per
1.45 ft?

PVC-QS -82.5

S-478.

Min. 22 ga., Type B, Grade 33
steel or min. 2,500 psi
structural concrete

(Optional) One or more
layers, any combination

Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard
Ultra Polyiso Insulation, EnergyGuard Polyiso-HD
Composite Insulation or Ultra HD Composite Insulation

Note 2

1 per
1.45 ft2

PVC-QS -82.5

S-479.

Min. 22 ga., Type B, min. 55 ksi
steel

One or more layers, any
combination, min. 1.5-inch

Min. 0.5-inch DensDeck Prime

Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat), Drill-Tec 3” Flat Steel
Plate, Drill-Tec 3” Standard Steel Plate or Drill-Tec
3” Steel Plate
s
]

u-zt
ureg
Uzt
|
u-gT
-9

5

B
URT - - U

u-rz

ul-9
‘uI-8T
‘urgt
-zt
uI-8T
‘U-gT
ul-9

1 per
1.45 ft2

PVC-QS -82.5
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (AttaCh) (Note 15) (psf)
Note 17
Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat) or Drill-Tec 3” Flat Steel
Plate
BN & BB 4
5 ES 5 5 5 E
:' }
Min. 22 ga., Type B, min. 55 ksi One or more layers, any . . . El i 1 per
-480. ! ! - A Min. 0.5-inch SECUROCK m-Fiber Roof Boar: b = PVC- -82.5
DEL steel combination, min. 1.5-inch in. 0.5-inch SECUROCK Gypsu iber Roof Board | ;’ 1.45 ft? Qs
<
A o ~ o & P
A N NS T S
Drill-Tec #14 Fastener, Drill-Tec #14 HD Fastener,
Drill-Tec #15 DF Fastener, Drill-Tec XHD Fastener or
(Optional) One or more Drill-Tec #15 EHD Fastener with Drill-Tec 3” Recessed
Min. 22 ga., Type B, Grade 33 L . . . 4 Steel Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” Flat 1 per
S-481. steel IaYers, a{wy comblnatlc.m, Min. 2.0-inch Ultra HD Composite Insulation Steel Plate, Drill-Tec 3 in, Ribbed Galvalume Plate 1.0 f2 PVC-QS -82.5
min 0.5-inch, loose-laid (Flat), Drill-Tec 3” Standard Steel Plate, Drill-Tec
AccuTrac Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
. One or more layers, an ) ) Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener,
5482 Min. 22 ga., Type B, Grade 33 binati y 1-i {] Min. 0.5-inch DensDeck Prime or SECUROCK Gypsum-Fiber Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 1 per PVC-QS 825
- : steel com ma_‘ lon, min 1-inch, Roof Board with Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed 1.0 ft2 g oL
loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
Min. 22 ga., Type B, Grade 40 . Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard
£a., Type 8, & (Optional) One or more ) £y v L &y 1 per
S-483. steel or min. 2,500 psi A Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Note 2 , | PVC-QS -90.0
layers, any combination . X . . 1.45 ft
structural concrete Composite Insulation or Ultra HD Composite Insulation
One or moyers, g Note 2 (Drill-Tec 3 in. Ribbed Galvalume
Min. 22 ga., Type B, Grade 80 L Ny Plates (Flat), Drill-Tec 3” Standard Steel 1 per
S-484. ! ’ combination, min. 1.5- Min. 0.5-inch EnergyGuard HD Polyiso Cover Board L ; PVC-QS -112.5
steel inch 8y v Plates, Drill-Tec 3” DF Steel Insulation Plate 1.0 ft2 Q
or Drill-Tec 3” Flat Steel Plate only)
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
One or more layers, an ) ) ) Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener,
5485 Min. 22 ga., Type B, Grade 80 binati y 05- v Min. 0.5-inch DensDeck Prime or SECUROCK Gypsum- Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 1 per PVC-QS 127.5
i . steel _Com . Ion’_mm : Fiber Roof Board with Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed 1.0 ft2 g - :
inch, loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (Attar'h) (Note 15) (psf)
Note 17
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN HOT ASPHALT:
Min. 22 ga., Type B, Grade 33 . Min. 2-inch EnergyGuard Ultra Polyiso Insulation,
S-486. steel or min. 2,500 psi (Optional) One o'r m(?re EnergyGuard Polyiso-HD Composite Insulation or Ultra Note 2 ! perz PVCF-HA -30.0*
layers, any combination . . 5.3 ft
structural concrete HD Composite Insulation
5.487. :f;r;'l iﬁ ?ni;.-rzygg(?lpfirade 3 One qr m9re layers, any Min. 0.5-inch EnergyGuarq HD Polyiso Cover Board or Note 2 1 per2 PVCE-HA 30.0*
combination EnergyGuard HD Plus Polyiso Cover Board 3.2 ft
structural concrete
Min. 22 ga., Type B, Grade 33 One or more lavers. an Note 2 (Drill-Tec 3 in. Ribbed Galvalume 1 per
S-488. steel or min. 2,500 psi - y - v Min. 0.25-inch DensDeck Prime Plates (Flat), Drill-Tec 3” Standard Steel p PVCF-HA -30.0*
combination, min. 1-inch 3 4.0 ft?
structural concrete Plates or Drill-Tec AccuTrac Flat Plates only)
Min. 22 ga., Type B, Grade 33 One or more lavers. an Note 2 (Drill-Tec 3 in. Ribbed Galvalume 1 per
S-489. steel or min. 2,500 psi - vers, any Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Plates (Flat) or Drill-Tec AccuTrac Flat P PVCF-HA -30.0*
combination, min. 1-inch 4.0 ft?
structural concrete Plates only)
Min. 22 ga., Type B, Grade 33 ) . )
5-490. steel or min. 2,500 psi One qr m9re layers, any Min. 0.5-inch EnergyGuarq HD Polyiso Cover Board or Note 2 1 per PVCE-HA 37.5%
combination EnergyGuard HD Plus Polyiso Cover Board 2.7 ft?
structural concrete
Min. 22 ga., Type B, Grade 33 . . . . . Note 2 (Drill-Tec 3 in. Ribbed Galvalume
| Min. 0.5-inch DensDeck P . 0.375-inch 1
5-491. | steel or min. 2,500 psi one or more favers, any SE'SU(; g ok evoona bRt B 0:375-inc Plates (Flat), Drill-Tec 3” Standard Steel o | PVCF-HA -45.0*
structural concrete T P Plates or Drill-Tec AccuTrac Flat Plates only) '
Min. 22 ga., Type B, Grade 33 . Min. 1.5-inch EnergyGuard Ultra Polyiso Insulation,
| 1
S-492. steel or min. 2,500 psi (Optional) One o'r mc'>re EnergyGuard Polyiso-HD Composite Insulation or Ultra Note 2 perz PVCF-HA -45.0*
layers, any combination ) R 3.2 ft
structural concrete HD Composite Insulation
Min. 22 ga., Type B, Grade 33 ) . ) Note 2 (Drill-Tec 3 in. Ribbed Galvalume
S-493. steel or min. 2,500 psi One or more Iay‘ers, any N.“n' R,25- T DgeDeclrime or SECUROCK Gypsum Plates (Flat), Drill-Tec 3” Standard Steel 1 per PVCF-HA -45.0*
combination, min. 1-inch Fiber Roof Board g 3.2 ft?
structural concrete Plates or Drill-Tec AccuTrac Flat Plates only)
Min. 22 ga., Type B, Grade 33 . Min. 2-inch EnergyGuard Ultra Polyiso Insulation,
| 1
S-494. steel or min. 2,500 psi (Optional) One o'r mc?re EnergyGuard Polyiso-HD Composite Insulation or Ultra Note 2 perz PVCF-HA -52.5
layers, any combination . . 2.7 ft
structural concrete HD Composite Insulation
Min. 22 ga., Type B, Grade 33 Min. 0.5-inch EnergyGuarcf HD Polyiso Cover Bgard or
. K One or more layers, any EnergyGuard HD Plus Polyiso Cover Board or min. 1.5- 1 per
S-495. steel or min. 2,500 psi L R . X . R R Note 2 PVCF-HA -52.5
combination, min. 1-inch | inch EnergyGuard Polyiso-HD Composite Insulation or 1.45 ft?
structural concrete . .
Ultra HD Composite Insulation
Min. 22 ga., Type B, Grade 33 . Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard
1
S-496. steel or min. 2,500 psi I(;Jztrlsnaar:) (zgemck,)irnr:tci)cr)i Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Note 2 1 Sp:trz PVCF-HA -67.5
structural concrete Yers-any Composite Insulation, Ultra HD Composite Insulation '
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN EVERGUARD WB181 BONDING ADHESIVE:
Min. 22 ga., Type B, Grade 33 . Min. 2-inch EnergyGuard Ultra Polyiso Insulation,
S-497. steel or min. 2,500 psi (Optional) One o.r mc?re EnergyGuard Polyiso-HD Composite Insulation or Ultra Note 2 1 per PVCF-WB -30.0*
layers, any combination . . 5.3 ft?
structural concrete HD Composite Insulation
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (‘:t:atl:l;) (Note 15) (psf)
ote
Min. 22 ga., Type B, Grade 33 (Optional) One or more Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard Note 2 . . ) 1 oer
S-498. steel or min. 2,500 psi P I Ultra Polyiso Insulation, EnergyGuard Polyiso-HD 6 parts per min. 4 x Sggboaid g parts installed p PVCF-WB -30.0*
layers, any combination . ) : ) 36-inch o.c. in two parallel rows, 12 inches from 5.3 ft2
structural concrete Composite Insulation or Ultra HD Composite Insulation th
e 8 ft edges of the board
Min. 22 ga., Type B, Grade 33 One or more lavers. an Note 2 (Drill-Tec 3 in. Ribbed Galvalume 1 per
S-499. steel or min. 2,500 psi - yers, any Min. 0.25-inch DensDeck Prime Plates (Flat), Drill-Tec 3” Standard Steel p PVCF-WB -30.0*
combination, min. 1-inch ) 4.0 ft?
structural concrete Plates or Drill-Tec AccuTrac Flat Plates only)
Min. 22 ga., Type B, Grade 33 One or more lavers. an Note 2 (Drill-Tec 3 in. Ribbed Galvalume 1 per
S-500. steel or min. 2,500 psi - yers, any Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Plates (Flat) or Drill-Tec AccuTrac Flat P PVCF-WB -30.0*
combination, min. 1-inch 4.0 ft?
structural concrete Plates only)
Min. 22 ga., Type B, Grade 33 .
) A | ) . 1
$-501. | steel or min. 2,500 psi (Optional) One ormore | o4 o ik EnerayGuard RA Note 2 Per | pvcr-we -30.0*
structural concrete layers, any combination 3.2 ft
Note 2
B
Min. 22 ga., Type B, Grade 33 One or more layers, any . . .
S-502. steel or min. 2,500 psi combination, min. 1.5- Min. 0.5-inch EnergyGuarcf HD PolyRgCoveloard or ! perz PVCF-WB -30.0*
) EnergyGuard HD Plus Polyiso Cover Board 5.3 ft
structural concrete inch
= & & =
5 5 5 5
Min. 22 ga., Type B, Grade 33 . . .
5503, steel or min. 2,500 psi One o.r mf)re layers, any Min. 0.5-inch EnergyGuarq HD Polyiso Cover Board or Note 2 1 per PVCE-WB 30.0*
structural concrete combination EnergyGuard HD Plus Polyiso Cover Board 3.2 ft?
. Min. 1.5-inch EnergyGuard Polyiso Insulation,
Min. 22 ga., T B
n ga. +1YPE B, G.rade 3 (Optional) One or more EnergyGuard Ultra Polyiso Insulation, EnergyGuard 1 per "
S-504. steel or min. 2,500 psi ) - . . . . Note 2 ) PVCF-WB -37.5
structural concrete layers, any combination Polyiso-HD Composite Insulation or Ultra HD Composite 2.7 ft
Insulation, EnergyGuard RA
Min. 22 ga., Type B, Grade 33 ) . .
S-505. steel or min. 2,500 psi One qr mgre layers, any Min. 0.5-inch EnergyGuarq HD Polyiso Cover Board or Note 2 1 per2 PVCE-WB 37.5%
structural concrete combination EnergyGuard HD Plus Polyiso Cover Board 2.7 ft
Min. 22 ga., Type B, Grade 33 One or more layers, an 1 per
$-506. | steel or min. 2,500 psi O MOTETAYErs, aNY | \in. 0.375-inch SECUROCK Gypsum-Fiber Roof Board Note 2 Per | pvcr-ws -45.0*
structural concrete combination, min. 1-inch 4.0 ft
Min. 22 ga., Type B, Grade 33 (Optional) One or more Min. 1.5-inch EnergyGuard Ultra Polyiso Insulation, 1 per
S-507. steel or min. 2,500 psi P - EnergyGuard Polyiso-HD Composite Insulation or Ultra Note 2 P ) PVCF-WB -45.0*
layers, any combination . . 3.2 ft
structural concrete HD Composite Insulation
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (AttaCh) (Note 15) (psf)
Note 17
Min. 22 ga. Type B, Grade 33 | | o avers, an Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum Note 2 (Drill- jegag in. R galvalume 1 per
S-508. steel or min. 2,500 psi combination n:/in i—inZh Fibe'r Fioof Board yp Plates (Flat), Drill-Tec 3” Standard Steel 3 ;ftz PVCF-WB -45.0*
structural concrete ! ' Plates or Drill-Tec AccuTrac Flat Plates only) '
Min. 22 ga., Type B, Grade 33 . . . . . Note 2 (Drill-Tec 3 in. Ribbed Galvalume
S-509. steel or min. 2,500 psi One or more Iay‘ers, any Min. 0.5-inch DensDe.ck Prime or min. 0.375-inch Plates (Flat), Drill-Tec 3” Standard Steel 1 perz PVCF-WB -45.0*
combination, min. 1-inch SECUROCK Gypsum-Fiber Roof Board i 4.0ft
structural concrete Plates or Drill-Tec AccuTrac Flat Plates only)
Min. 22 ga., Type B, Grade 33 (Optional) One or more Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard Note 2 ) ) ) 1 per
S-510. | steel or min. 2,500 psi P T Ultra Polyiso Insulation, EnergyGuard Polyiso-HD 8 parts per{iningPx & ft board with parts installed p , | PVCF-wB -45.0*
| layers, any combination c ite Insulati Ultra HD C ite Insulati 24-inch o.c. in two parallel rows, 12 inches from 4.0 ft
structural concrete omposite Insulation or Ultra omposite Insulation the 8 ft edges of the board
Min. 22 ga., Type B, Grade 33 . Min. 1.5-inch EnergyGu.ard Polyisc? Insulation,
. K (Optional) One or more EnergyGuard Ultra Polyiso Insulation, EnergyGuard 1 per "
S-511. steel or min. 2,500 psi I h . . . Note 2 ) PVCF-WB -45.0
layers, any combination Polyiso-HD Composite Insulation or Ultra HD Composite 2.0 ft:
structural concrete ;
Insulation, EnergyGuard RA
Note 2
.é‘
Min. 22 ga., Type B, Grade 33 | One or more layers, any Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or 1 per
S-512. steel or min. 2,500 psi combination, min. 1.5- EnergyGuard HD Plus Polyiso Cover Board or min. 1.5- ? 3 gftl PVCF-WB -45.0*
structural concrete inch inch EnergyGuard Polyiso Insulation 2 '
B s W & Y
5 E 3 3 E 3
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
(O . I) o Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener,
. ptional) One or more Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener
. . & . 1
S-513. Min | 22 g2, Type B, Grade 33 layers, any combination, Min. 2.0-inch Ultra HD Composite Insulation with Drill-Tec 3” Recessed Steel Plate, Drill-Tec 3” pfrz PVCF-WB -45.0*
stee min 0.5-inch, loose-laid Steel Plate, Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. 5.3ft
6 Ribbed Galvalume Plate (Flat), Drill-Tec 3” Standard
Steel Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3”
DF Steel Insulation Plate
Min. 22 ga., Type B, Grade 33 One or more layers, an 1 per
S-514. steel or min. 2,500 psi o & y e y Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Note 2 p ) PVCF-WB -52.5
combination, min. 1-inch 1.8 ft
structural concrete
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

System
No.

Deck (Note 1)

Base Insulation Layer
(Note 13, Note 17)

Top Insulation Layer

Type

Fasten (Note 11)

Attach
(Note 17)

Roof Cover
(Note 15)

S-515.

Min. 22 ga., Type B, Grade 33
steel

(Optional) One or more
layers, any combination,
min 0.5-inch, loose-laid

Min. 2.0-inch Ultra HD Composite Insulation

Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener,
Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener
with Drill-Tec 3” Recessed Steel Plate, Drill-Tec 3”
Steel Plate, Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat), Drill-Tec 3” Standard
Steel Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3”
DF Steel Insulation Plate

1 per
2.1 ft?

PVCF-WB

S-516.

Min. 22 ga., Type B, Grade 33
steel or min. 2,500 psi
structural concrete

One or more layers, any
combination, min. 1-inch

Min. 0.375-inch SECUROCK Gypsum-Fiber Roof Board

Note 2

1 per
1.3 ft?

PVCF-WB

S-517.

Min. 22 ga., Type B, Grade 33
steel

(Optional) One or more
layers, any combination,
min 0.5-inch, loose-laid

Min. 2.0-inch Ultra HD Composite Insulation

Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener,
Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener
with Drill-Tec 3” Recessed Steel Plate, Drill-Tec 3”
Steel Plate, Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat), Drill-Tec 3” Standard
Steel Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3”
DF Steel Insulation Plate

1 per
1.6 ft?

PVCF-WB

-67.5

S-518.

Min. 22 ga., Type B, Grade 33
steel

(Optional) One or more
layers, any combination,
min 0.5-inch, loose-laid

Min. 2.0-inch Ultra HD Composite Insulation

Drill-Tec #14 Fastener, Drill-Tec #14 HD Fastener,
Drill-Tec #15 DF Fastener, Drill-Tec XHD Fastener or
Drill-Tec #15 EHD Fastener with Drill-Tec 3” Recessed
Steel Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” Flat
Steel Plate, Drill-Tec 3 in. Ribbed Galvalume Plate
(Flat), Drill-Tec 3” Standard Steel Plate, Drill-Tec
AccuTrac Flat Plate or Drill Tec 3” DF Steel Insulation
Plate

1 per
1.0 ft2

PVCF-WB

-82.5

S-519.

Min. 22 ga., Type B, Grade 33
steel

One or more layers, any
combination, min 1-inch,
loose-laid

Min. 0.5-inch DensDeck Prime or SECUROCK Gypsum-Fiber
Roof Board

Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener,
Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener
with Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate

1 per
1.0 ft2

PVCF-WB

-82.5

S-520.

Min. 22 ga., Type B, Grade 80
steel

One or more layers, any
combination, min 0.5-
inch, loose-laid

Min. 0.5-inch DensDeck Prime or SECUROCK Gypsum-
Fiber Roof Board

Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener,
Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener
with Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate

1 per
1.0 ft?

PVCF-WB

-127.5
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (‘:t:atl:l;) (Note 15) (psf)
ote
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN LRF ADHESIVE M OR LRF ADHESIVE O:
Min. 22 ga., Type B, Grade 33 . Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard PVCF-LM or
S-521. steel or min. 2,500 psi I(:)F;trl;maar:) czzemgirnr:t?;i Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Note 2 41(’;2; PVCF-LO, 12- -30.0*
structural concrete yers, any Composite Insulation or Ultra HD Composite Insulation ' inch o.c.
Min. 22 ga., Type B, Grade 33 . PVCF-LM or
$-522. | steel or min. 2,500 psi (Optional) One ormore |\ 5 4 1 EnergyGuard RA Note 2 LPer | pycrl0,12- | -37.5*
layers, any combination 4.0 ft? .
structural concrete inch o.c.
Min. 22 ga., Type B, Grade 33 . Min. 1.5-inch EnergyGu.ard Poly|5(? Insulation, PVCE-LM or
. K (Optional) One or more EnergyGuard Ultra Polyiso Insulation, EnergyGuard 1 per
S-523. steel or min. 2,500 psi - . . . . Note 2 PVCF-LO, 12- -37.5%
layers, any combination Polyiso-HD Composite Insulation, Ultra HD Composite 2.7 ft? .
structural concrete R inch o.c.
Insulation, EnergyGuard RA
. Note 2 (Drill-Tec 3” Standard Steel Plate,
Min. 22 ga., T B .
5524 stsler:el or gman; ZVE?JO’ Csiirade 3 One or more layers, any Min. 0.25-inch DensDeck Prime AccuTrac Flat Plate, Drill-Tec 3” Flat Steel 1 per PVCF-LM, 12- 37.5+
’ o P combination T Plate or Drill-Tec 3” Recessed Steel Plate 2.0ft? | incho.c. ’
structural concrete
only)
Min. 22 ga., Type B, Grade 33 . Min. 2-|nc.h EnergyG.uard Polyiso Insulatlor.\, EnergyGuard PVCE-LM or
. K (Optional) One or more Ultra Polyiso Insulation, EnergyGuard Polyiso-HD 1 per
S-525. steel or min. 2,500 psi - . X K . Note 2 PVCF-LO, 12- -45.0*
layers, any combination Composite Insulation, Ultra HD Composite Insulation, 2.9 ft? .
structural concrete inch o.c.
EnergyGuard RA
Min. 2.5-inch EnergyGuard Polyiso Insulation, PVCE-LM or
Min. 22 ga., Type B, Grade 33 | (Optional) One or more EnergyGuard Ultra Polyiso Insulation, EnergyGuard 1 per
S-526. L. . . . . Note 2 PVCF-LO, 12- -45.0
steel or structural concrete layers, any combination Polyiso-HD Composite Insulation or Ultra HD Composite 2.3 ft? inch o.c
Insulation =
Min. 22 ga., Type B, Grade 33 . Min. 1.5-inch EnergyGu.ard Polylsc? Insulation, PVCE-LM or
. K (Optional) One or more EnergyGuard Ultra Polyiso Insulation, EnergyGuard 1 per
S-527. steel or min. 2,500 psi - . . . . Note 2 PVCF-LO, 12- -45.0*
layers, any combination Polyiso-HD Composite Insulation, Ultra HD Composite 2.0 ft2 .
structural concrete i inch o.c.
Insulation, EnergyGuard RA
Min. 22 ga., T B, Grade 33 PVCF-LM
n ga. »1YPE B, vra ¢ One or more layers, any Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or 1 per or
S-528. steel or min. 2,500 psi L . Note 2 PVCF-LO, 12- -45.0*
combination EnergyGuard HD Plus Polyiso Cover Board 2.0 ft2 .
structural concrete inch o.c.
. Note 2 (Drill-Tec 3” Standard Steel Plate,
5529 's\:l;r;'l iﬁ i'lall’; T;Z;g’ (sﬁirade 33 One or more layers, any Min. 0.25-inch DensDeck Prime AccuTrac Flat Plate, Drill-Tec 3” Flat Steel 1 per PVCF-LO, 12- -45.0*
’ " P combination o Plate or Drill-Tec 3” Recessed Steel Plate 2.0 ft2 inch o.c. ’
structural concrete
only)
Min. 22 ga., Type B, Grade 33 One or more layers, any Esgstrzj(?gllg:—f’Lie S;?:ngggjﬁelsgf?tfél 1 per PVCF-LM or
L . . 'y . i _Fi 7 - - _ B *
S-530. steel or min. 2,500 psi combination Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Plate or Drill-Tec 3" Recessed Steel Plate 20 PVCF LO, 12 45.0
structural concrete only) inch o.c.
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (AttaCh) (Note 15) (psf)
Note 17
Min. 22 ga., Type B, Grade 33 One or more lavers. an 1 per PVCF-LM or
S-531. steel or min. 2,500 psi A y e v Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Note 2 p PVCF-LO, 12- -52.5
combination, min. 1-inch 1.8 ft? .
structural concrete inch o.c.
Min. 22 ga., Type B, Grade 33 . Min. 1.5-inch EnergyGu.ard Polyls? Insulation, PVCE-LM or
. K (Optional) One or more EnergyGuard Ultra Polyiso Insulation, EnergyGuard 1 per
S-532. steel or min. 2,500 psi L . . . . Note 2 PVCF-LO, 12- -60.0
layers, any combination Polyiso-HD Composite Insulation or Ultra HD Composite 1.3ft2 .
structural concrete . inch o.c.
Insulation
. Min. 1.5-inch EnergyGuard Polyiso Insulation,
Min. 22 £a. Type B, G~rade 3 (Optional) One or more EnergyGuard Ultra Polyiso Insulation, EnergyGuard 1 per PVCF-LM, 12-
S-533. steel or min. 2,500 psi L . . . . Note 2 . -67.5
layers, any combination Polyiso-HD Composite Insulation or Ultra HD Composite 1.3ft2 inch o.c.
structural concrete .
Insulation
Min. 22 ga., Type B, Grade 33 . Min. 2-inch EnergyGuar.d Ultra Po!ylso Insulation, PVCE-LM or
A K (Optional) One or more EnergyGuard Ultra Polyiso Insulation, EnergyGuard 1 per "
S-534. steel or min. 2,500 psi L . . . . Note 2 PVCF-LO, 6- -30.0
layers, any combination Polyiso-HD Composite Insulation or Ultra HD Composite 5.3 ft? .
structural concrete . inch o.c.
Insulation
Min. 22 ga., Type B, Grade 33 . . . PVCF-LM or
5535, steel or min. 2,500 psi One qr m9re layers, any Mln. 0.25-inch DensDeck Prime or SECUROCK Gypsum Note 2 1 per PVCF-LO, 6- -30.0%
combination Fiber Roof Board 4.0 ft? .
structural concrete inch o.c.
Min. 22 ga., Type B, Grade 33 One or more lavers. an 1 per PVCF-LM or
S-536. steel or min. 2,500 psi L Yers, any Min. 0.375-inch SECUROCK Gypsum-Fiber Roof Board Note 2 p PVCF-LO, 6- -45.0*
combination 4.0f2 | .
structural concrete inch o.c.
Min. 22 ga., Type B, Grade 33 (Optional) One or more Min. 1.5-inch EnergyGuard Ultra Polyiso Insulation, 1 per PVCF-LM or
S-537. steel or min. 2,500 psi P L EnergyGuard Polyiso-HD Composite Insulation or Ultra Note 2 P PVCF-LO, 6- -45.0*
layers, any combination \ . 3.2 ft? .
structural concrete HD Composite Insulation inch o.c.
Min. 22 ga.., Type B, Gvrade 3 One or more layers, any Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or 1 per PVCF-LM or «
S-538. steel or min. 2,500 psi L R Note 2 ) PVCF-LO, 6- -45.0
combination EnergyGuard HD Plus Polyiso Cover Board 3.2 ft .
structural concrete inch o.c.
Min. 22 ga., Type B, Grade 33 . . . PVCF-LM or
5539, steel or min. 2,500 psi One qr mgre layers, any Mm. 0.25-inch DensDeck Prime or SECUROCK Gypsum Note 2 1 per2 PVCF-LO, 6- -45.0*
combination Fiber Roof Board 3.2 ft )
structural concrete inch o.c.
Min. 22 ga., Type B, Grade 33 One or more lavers. an 1 per PVCF-LM or
$-540. | steel or min. 2,500 psi " MOTE1AYETS, aNY 1 Min. 0.5-inch EnergyGuard HD Plus Polyiso Cover Board | Note 2 Per | PVCF-10, 6- -45.0*
combination 2.7 ft .
structural concrete inch o.c.
Min. 22 ga., Type B, Grade 33 e Nlfhers an Note 2 (Drill-Tec 3 in. Ribbed Galvalume 1 per PVCF-LM or
S-541. steel or min. 2,500 psi . y e Y Min. 0.25-inch DensDeck Prime Plates (Flat), Drill-Tec 3” Standard Steel p PVCF-LO, 4- -30.0*
combination, min. 1-inch . 4.0 ft? .
structural concrete Plates or Drill-Tec AccuTrac Flat Plates only) inch o.c.
Min. 22 ga., Type B, Grade 33 Bne oo lavers. an Note 2 (Drill-Tec 3 in. Ribbed Galvalume 1 per PVCF-LM or
S-542. steel or min. 2,500 psi AV vers, any Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Plates (Flat) or Drill-Tec AccuTrac Flat p PVCF-LO, 4- -30.0*
combination, min. 1-inch 40ft2 | .
structural concrete Plates only) inch o.c.
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (Attar'h) (Note 15) (psf)
Note 17
Min. 22 ga., Type B, Grade 33 One or more lavers. an 1 per PVCF-LM or
S-543. steel or min. 2,500 psi S y a v Min. 0.375-inch SECUROCK Gypsum-Fiber Roof Board Note 2 P PVCF-LO, 4- -45.0*
combination, min. 1-inch 4.0 ft? .
structural concrete inch o.c.
Min. 22 ga., Type B, Grade 33 . . . Note 2 (Drill-Tec 3 in. Ribbed Galvalume PVCF-LM or
$-544. | steel or min. 2,500 psi One or more layers, any | Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum Plates (Flat), Drill-Tec 3” Standard Steel Lper 1 pyck-LO, 4- -45.0%
combination, min. 1-inch | Fiber Roof Board : 3.2 ft? .
structural concrete Plates or Drill-Tec AccuTrac Flat Plates only) inch o.c.
Min. 22 ga., Type B, Grade 33 . . . . . Note 2 (Drill-Tec 3 in. Ribbed Galvalume PVCF-LM or
5-545. | steel or min. 2,500 psi One or more ayers, any. x’goﬁg C'Ecg Djﬂ;?ﬁf;‘e':'g;’;‘go?r'g' 0.375-inch Plates (Flat), Drill-Tec 3” Standard Steel . oe | PVCF-L0,4- | -a5.0%
structural concrete ! ' P Plates or Drill-Tec AccuTrac Flat Plates only) ' inch o.c.
Min. 22 ga., Type B, Grade 33 (Optional) One or more Min. 2-inch EnergyGuard Ultra Polyiso Insulation, 1 per PVCF-LM or
S-546. steel or min. 2,500 psi P L EnergyGuard Polyiso-HD Composite Insulation or Ultra Note 2 P PVCF-LO, 4- -52.5
layers, any combination . . 2.7 ft? .
structural concrete HD Composite Insulation inch o.c.
5547 :f;r;'l iﬁ gma"; T;‘_:,Zg' (:‘irade 3 One or more layers, any Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or Note 2 1 per gxgi:tgl it 525
’ T P combination, min. 1-inch | EnergyGuard HD Plus Polyiso Cover Board 1.45ft2 | | ! ’
structural concrete inch o.c.
Min. 22 ga., Type B, Grade 33 . Min. 1.5-inch EnergyGu.ard Poly|5(? Insulation, PVCE-LM or
. K (Optional) One or more EnergyGuard Ultra Polyiso Insulation, EnergyGuard 1 per
S-548. steel or min. 2,500 psi L. . . R . Note 2 PVCF-LO, 4- -60.0
layers, any combination Polyiso-HD Composite Insulation, Ultra HD Composite 1.3 ft? .
structural concrete i inch o.c.
Insulation
Min. 22 ga., Type B, Grade 33 . Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard PVCF-LM or
| 1
S-549. steel or min. 2,500 psi I(Sitrlsnaan) cc)g:q?)irnn;tci);i Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Note 2 1 g?trz PVCF-LO, 4- -67.5
structural concrete yers, any Composite Insulation or Ultra HD Composite Insulation ' inch o.c.
Min. 22 ga., Type B, Grade 33 One or more lavers. an 1 per PVCF-LM or
S-550. steel or min. 2,500 psi o VErs, a1 Min. 0.375-inch SECUROCK Gypsum-Fiber Roof Board Note 2 P PVCF-LO, 4- -67.5
combination 1.3 ft2 .
structural concrete inch o.c.
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN SPATTER APPLICATIONS:
Min. 22 ga., T B Min. 2-inch E Itra Polyiso | lati
in ga. , Type B, G.rade 33 (Optional) One or more in. 2-inc nergyGuard Ultra qylso nsu.atlon, 1 per PVCE-XF or *
S-551. steel or min. 2,500 psi y EnergyGuard Polyiso-HD Composite Insulation or Ultra Note 2 ) -30.0
layers, any combination . . 5.3 ft PVCF-OB
structural concrete HD Composite Insulation
. . . . . Note 2
Min. 22 ga., Type B, Grade 33 . Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard
Opt 1) O i i i 1 PVCF-XF
$-552. | steel or min. 2,500 psi (Optional) One or more |\, - o1 iso Insulation, EnergyGuard Polyiso-HD 6 parts per min. 4 x 8 ft board with parts installed per or -30.0%
layers, any combination . X R . 36-inch o.c. in two parallel rows, 12 inches from 5.3 ft PVCF-OB
structural concrete Composite Insulation or Ultra HD Composite Insulation th
e 8 ft edges of the board
Min. 22 ga., Type B, Grade 33 Note 2 (Drill-Tec 3 in. Ribbed Galvalume
1 PVCF-XF
$-553. | steel or min. 2,500 psi One ormorelayers, any | i, 0 75.inch DensDeck Prime Plates (Flat), Drill-Tec 3” Standard Steel per or -30.0*
combination, min. 1-inch g 4.0 ft? PVCF-OB
structural concrete Plates or Drill-Tec AccuTrac Flat Plates only)
Min. 22 ga., Type B, Grade 33 One of more lavers. an Note 2 (Drill-Tec 3 in. Ribbed Galvalume 1 per PVCEXF or
S-554. steel or min. 2,500 psi Ay vers, any Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Plates (Flat) or Drill-Tec AccuTrac Flat p -30.0*
combination, min. 1-inch 4.0ft2 | PVCF-OB
structural concrete Plates only)

©ONEMO ETC LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC

GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411

TOP OF APPENDIX

PEER-GAF-008.A.R67 for FL3443-R63 (NON-HVHZ)

Revision 67: 08/17/2026
Appendix 1, Page 95 of 177



TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (AttaCh) (Note 15) (psf)
Note 17
Drill-Tec #12 Fastener, Drill-Tec #14 Fastener,
Drill-Tec #12 DP Fastener or Drill-Tec #14 HD
. Fastener with Drill-Tec 3 in. Ribbed Galvalume
s555. | 22g2. Type B, Grade 33 | One oo 'ay.ersifmyh Min. 0.25-inch DEXcell FA Glass Mat Roof Board Plate (Flat), Drill-Tec 3” Flat Steel Plate or Drill 415:”2 PVCF-XF or 30.0%
stee combination, min. 1-inc Tec AccuTrac Flat Plate, Drill-Tec #12 DF Fastener Oft PVCF-0B
or Drill-Tec #14 DF Fastener with Drill-Tec 3” DF
Steel Insulation Plate or Drill-Tec 3” ASAP Flat
Note 2
5
Z
Min. 22 ga., T B |
5-556 sttler:el or gma|r; 2yp5?)0’ Csiirade 3 ?;rre\k?i;;iczs fnyiirsi asrjy Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or 1 per PVCF-XF or 30.0*
’ T P ) ! o EnergyGuard HD Plus Polyiso Cover Board 5.3 ft> | PVCF-OB ’
structural concrete inch
- w w -
N Elh (=] N
5 5 5 5
5557 :f;:l iﬁ ia"; T;ggg firade 3 One or more layers, any Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or Note 2 1 per PVCF-XF or -30.0*
’ " P combination EnergyGuard HD Plus Polyiso Cover Board 3.2 ft2 PVCF-OB ’
structural concrete
. Min. 1.5-inch EnergyGuard Polyiso Insulation,
Min. 22 ga., T B
5558 st(lar:el or ﬁflr; g[;?)o, Csiirade 3 (Optional) One or more EnergyGuard Ultra Polyiso Insulation, EnergyGuard Note 2 1 per PVCF-XF or 37.5%
’ T P layers, any combination Polyiso-HD Composite Insulation or Ultra HD Composite 2.7 ft2 PVCF-OB ’
structural concrete .
Insulation
Min. 22 ga., T B . .
$-559 Stézl or ﬁqam g';:o’ Csiirade 33 One or more layers, any Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or Note 2 1 per PVCF-XF or 37.5%
’ T P combination EnergyGuard HD Plus Polyiso Cover Board 2.7 ft2 PVCF-OB ’
structural concrete
Min. 22 ga., Type B, Grade 33
. . One or more layers, any . . . 1 per PVCF-XF or
-560. teel . 2,500 o .0.375-inch SECUROCK -Fiber Roof B Note 2 -45.0%
S-560 steel or min psi combination, min. 1-inch Min. 0.375-inch SECUROCK Gypsum-Fiber Roof Board ote 4.0 ft2 PVCF-OB 5.0
structural concrete
Min. 22 ga., Type B, Grade 33 .
| 1 PVCF-XF
S-561. steel or min. 2,500 psi (Optional) One o'r mc.>re Min. 1.5-inch EnergyGuard Ultra Polyiso Insulation Note 2 perz ¢ or -45.0*
layers, any combination 3.2 ft PVCF-OB
structural concrete
in. 22 ga. B . . . 2 (Drill- in. Ril
Min ga' ,Type B, G.rade 3 One or more layers, any Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum- Note 2 (Drill Tec- 3 in R/f)bed Galvalume 1 per PVCF-XF or
S-562. steel or min. 2,500 psi combination. min. 1-inch | Fiber Roof Board Plates (Flat), Drill-Tec 3” Standard Steel 32602 PVCE-OB -45.0*
structural concrete ! ’ Plates or Drill-Tec AccuTrac Flat Plates only) '
in. 22 ga. B . . . . . 2 (Drill- in. Ril
Min ga. ,Type B, G.rade 3 One or more layers, any Min. 0.5-inch DensDeck Prime or min. 0.375-inch Note 2 (Drill Tez:' 3 in lebed Galvalume 1 per PVCF-XF or
S-563. steel or min. 2,500 psi . . . . Plates (Flat), Drill-Tec 3” Standard Steel ) -45.0*
combination, min. 1-inch SECUROCK Gypsum-Fiber Roof Board ’ 4.0 ft PVCF-OB
structural concrete Plates or Drill-Tec AccuTrac Flat Plates only)
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (AttaCh) (Note 15) (psf)
Note 17
. . . . . Note 2
Min. 22 ga., Type B, Grade 33 . Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard
. . Optional) One or more . . . i i i 1 per PVCF-XF or
S-564. steel or min. 2,500 psi (Op ) I Ultra Polyiso Insulation, EnergyGuard Polyiso-HD 8 parts per min. 4 x Sqg boaddgin parts installed P ) -45.0*
layers, any combination . X R . 24-inch o.c. in two parallel rows, 12 inches from 4.0 ft PVCF-OB
structural concrete Composite Insulation or Ultra HD Composite Insulation
the 8 ft edges of the board
Min. 2.5-inch EnergyGuard Polyiso Insulation,
5565 Min. 22 ga., Type B, Grade 33 | (Optional) One or more EnergyGuard Ultra Polyiso Insulation, EnergyGuard Note 2 1 per PVCF-XF or 45.0
’ steel or structural concrete layers, any combination Polyiso-HD Composite Insulation or Ultra HD Composite 2.3 ft? PVCF-OB ’
Insulation
. Min. 1.5-inch Ener; rd Polyiso Insulation,
Min. 22 ga., Type B, Grade 33 . : >-inc . gyGu? dPo ylsg sulatio
5566 steel or min. 2,500 osi (Optional) One or more EnergyGuard Ultra Polyiso Insulation, EnergyGuard Note 2 1 per PVCF-XF or _45.0*
’ T P layers, any combination Polyiso-HD Composite Insulation, Ultra HD Composite 2.0 ft2 PVCF-OB ’
structural concrete .
Insulation
Drill-Tec #12 Fastener, Drill-Tec #14 Fastener,
Drill-Tec #12 DP Fastener or Drill-Tec #14 HD
. Fastener with Drill-Tec 3 in. Ribbed Galvalume
. . . . PVCF-XF
5567 | Min | 22ga, Type B, Grade 33 | One E_r more 'a"_ersi?”yh Min. 0.25-inch DEXcell FA Glass Mat Roof Board Plate (Flat), Drill-Tec 3” Flat Steel Plate or Drill- 312”‘:2 CF-XF or -45.0*
stee combination, min. 1-inc Tec AccuTrac Flat Plate, Drill-Tec #12 DF Fastener 21t PVCF-OB
or Drill-Tec #14 DF Fastener with Drill-Tec 3” DF
Steel Insulation Plate or Drill-Tec 3” ASAP Flat
Drill-Tec #12 Fastener, Drill-Tec #14 Fastener,
Drill-Tec #12 DP Fastener or Drill-Tec #14 HD
. Fastener with Drill-Tec 3 in. Ribbed Galvalume
. . . . PVCF-XF
s-ses. | N | 22ga, TypeB, Grade 33 | One ;’_r more 'ay_ersi"f‘”yh Min. 0.5-inch DEXcell FA Glass Mat Roof Board Plate (Flat), Drill-Tec 3” Flat Steel Plate or Drill- 415‘:2 CF-XF or -45.0*
stee combination, min. 1-inc Tec AccuTrac Flat Plate, Drill-Tec #12 DF Fastener 01t PVCF-OB
or Drill-Tec #14 DF Fastener with Drill-Tec 3” DF
Steel Insulation Plate or Drill-Tec 3” ASAP Flat
Note 2
.é‘
Min. 22 ga., Type B, Grade 33 | One or more layers, any Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or 1 per PVCE-XE or
S-569. steel or min. 2,500 psi combination, min. 1.5- EnergyGuard HD Plus Polyiso Cover Board or min. 1.5- B P ) -45.0*
) . . ) 5 | 3.2ft PVCF-OB
structural concrete inch inch EnergyGuard Polyiso Insulation ;
E o | & % % o
5 5 5 5 E 5
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. {Note1) (Note 13, Note 17) Type Fasten (Note 11) (':t:a'i';) (Note 15) (psf)
ote
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
(O X I) o Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener, PVCE-LMC
: ptional) One or more Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener - ,
S-570. Min. 22 ga., Type B, Grade 33 layers, any combination, Min. 2.0-inch Ultra HD Composite Insulation with Drill-Tec 3” Recessed Steel Plate, Drill-Tec 3” ! perz PVCF-XF or -45.0*
steel min 0.5-inch, loose-laid Steel Plate, Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. 5.3 ft PVCF-OB
! Ribbed Galvalume Plate (Flat), Drill-Tec 3” Standard
Steel Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3”
DF Steel Insulation Plate
Min. 22 ga., Type B, Grade 33 . Min. 2-inch EnergyGuard Ultra Polyiso Insulation,
) A Optional) One or more . . ) 1 per PVCF-XF or
S-571. steel or min. 2,500 psi (Opti ) s EnergyGuard Polyiso-HD Composite Insulation or Ultra Note 2 p ) -52.5
layers, any combination ) . 2.7 ft PVCF-OB
structural concrete HD Composite Insulation
Min. 22 ga., Type B, Grade 33 ) . )
5572 sttleel or gmin 2yp500 si One or more layers, any Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum- Note 2 1 per PVCF-XF or 525
’ structural cc;néretep combination, min. 1-inch | Fiber Roof Board 1.8 ft2 PVCF-OB ’
Min. 22 ga., Type B, Grade 33 . . .
5573 steel or §1in ZW;OO si One or more layers, any Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or Note 2 1 per PVCF-XF or 525
’ structural cc;néretep combination, min. 1-inch | EnergyGuard HD Plus Polyiso Cover Board 1.45 ft> | PVCF-OB ’
. Min. 1.5-inch EnergyGuard Polyiso Insulation
Min. 22 ga., Type B, Grade 33 . ) ) g
574 st(lael or ﬁ'\in ZVEOO . (Optional) One or more EnergyGuard Ultra Polyiso Insulation, EnergyGuard Note 2 1 per PVCF-XF or -60.0
’ structural cc;nc,retep layers, any combination Polyiso-HD Composite Insulation, Ultra HD Composite 1.3 ft2 PVCF-OB ’
Insulation
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
(O I) o Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener, VCE-LMC
: ptional) One or more Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener PVCF-LMC,
Min. 22 ga., Type B, Grade 33 I . . . . 1 per
S-575. : | 8 yp layers, any combination, Min. 2.0-inch Ultra HD Composite Insulation with Drill-Tec 3” Recessed Steel Plate, Drill-Tec 3” pf ) PVCF-XF or -60.0
stee min 0.5-inch, loose-laid Steel Plate, Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. 211t PVCF-OB
! Ribbed Galvalume Plate (Flat), Drill-Tec 3” Standard
Steel Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3”
DF Steel Insulation Plate
Min. 22 ga., Type B, Grade 33 . Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard
) . Optional) One or more ) ) A 1 per PVCF-XF or
S-576. steel or min. 2,500 psi (Opti ) s Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Note 2 p ) -67.5
layers, any combination y X . ) 1.8 ft PVCF-OB
structural concrete Composite Insulation or Ultra HD Composite Insulation
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (AttaCh) (Note 15) (psf)
Note 17
Fasteners per Note 2 with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat), Drill-Tec 3” Flat Steel
Plate, Drill-Tec 3” Standard Steel Plate or Drill-Tec
3” DF Steel Insulation Plate
b, & BB e
7 5 5 3 5 £
Min. 22 ga., Type B, Grade 33 | O I . ) ) ¥ |
5577 stclere]al or ia"; zy‘,:,?)o' Sira € cc:]nit?iLZl?or: ;yiirsi a5r_1y Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or 5 A 1 per PVCF-XF or 675
: 00 . P EnergyGuard HD Plus Polyiso Cover Board I ¥ | 1.45ft2 | PVCF-OB :
structural concrete inch w 3
B ~ S I B2
575 5 757 5 5 5
Min. 22 ga., Type B, Grade 33
. . One or more layers, any . . . 1 per PVCF-XF or
-578. steel or min. 2,500 psi ! Min. 0.375-inch SECUROCK m-Fiber Roof Boar Note 2 -67.
S-578 , p! combination in. 0.375-inch SECUROCK Gypsum-Fiber Roof Board ote 130 PVCE-OB 67.5
structural concrete
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
(O . I) o Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener, PVCE-LMC
. ptiona ne or more Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener - ,
Min. 22 ga., Type B o . . : ) 1
S-579. ml ga., Type B, Grade 33 layers, any combination, Min. 2.0-inch Ultra HD Composite Insulation with Drill-Tec 3” Recessed Steel Plate, Drill-Tec 3” perz PVCF-XF or -67.5
stee min 0.5-inch. loose-laid Steel Plate, Drill-Tec 3 Flat Steel Plate, Drill-Tec3in. | L6 | oy 0 o
! Ribbed Galvalume Plate (Flat), Drill-Tec 3” Standard
Steel Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3”
DF Steel Insulation Plate
. One or more layers, min.
Min. 22 ga., Type B, Grade 33 . ’ . . . 1 per PVCF-XF or
-580. ! ! 1.5-inch Ener r Min. 0.375-inch SECUROCK m-Fiber Roof Boar Note 2 -82.
S-580 steel or structural concrete 5 |' c e gyGua d in. 0.375-inch SECUROCK Gypsum-Fiber Roof Board ote 1452 | PVCE-OB 82.5
Polyiso Insulation
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
o
.
= |
5 A
Min. 22 ga., Type B, min.55ksi | O I § ) ) ) ' =l 1
$-581. . 2488, TYPE B, M. 55 KSL ) Une ggmore faysiggany Min. 0.625-inch DensDeck StormX Prime s Pe | PVCF-XF -82.5
steel combination, min. 1-inch ! 2.7 ft2
Lo RS T A S VIO B ]
2 5 3 3 5 5 57
Min. 22 ga., Type B, min. 55 ksi One or more layers, any . . . Drill-Tec XHD Fastener with Drill-Tec 3 in. 1 per
S steel combination, min. 1-inch Min. 0.625-inch DensDeck StormX Prime Ribbed Galvalume Plate (Flat) 2.7 ft2 . 82.5
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (AttaCh) (Note 15) (psf)
Note 17
Drill-Tec #14 Fastener, Drill-Tec #14 HD Fastener,
Drill-Tec #15 DF Fastener, Drill-Tec XHD Fastener or
Min. 22 ga., Type B, Grade 33 (Optional) One or more SDH”-ITPeIC #15:)EmE3rFaS3tezerV;l:)tlf1 Drilll)-TﬁCTa” ZethTssed 1 per PVCF-LMC,
. . , . . . . . . teel Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” Flat
S-583. steel Iayers, a!wy comblnatu.)n, Min. 2.0-inch Ultra HD Composite Insulation Steel Plate, Drill-Tec 3 in. Ribbed Galvalume Plate 1.0 ft2 PVCF-XF or -82.5
min 0.5-inch, loose-laid (Flat), Drill-Tec 3” Standard Steel Plate, Drill-Tec PVCF-OB
AccuTrac Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
One or more la ers, an Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener, PVCF-LMC,
Min. 22 ga., Type B, Grade 33 N y . v Min. 0.5-inch DensDeck Prime or SECUROCK Gypsum-Fiber Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 1 per
S-584. combination, min 1-inch, ) : ” - P PVCF-XF or -82.5
steel X Roof Board with Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed 1.0 ft2
loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel PVCF-OB
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
Min. 22 ga., Type B, min. 55 ksi One or more layers, any . ) ) Drill-Tec XHD Fastener with Drill-Tec 3 in. 1 per
= steel combination, min. 1-inch Min. 0.625-Inch DensDeck StormX Rggn€ Ribbed Galvalume Plate (Flat) 1.8 ft2 PVCF-XF 975
One or more lavers. an Note 2 (Drill-Tec 3 in. Ribbed Galvalume
$-586 Min. 22 ga., Type B, Grade 80 combination myin i 5 v Min. 0.5-inch EnerevGuard HD Polviso Cover Board Plates (Flat), Drill-Tec 3” Standard Steel 1 per PVCF-XF or 112.5
| steel o  min. 2. e 8y q Plates, Drill-Tec 3” DF Steel Insulation Plate | 1.0t | PVCF-OB :
or Drill-Tec 3” Flat Steel Plate only)
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
B o
5 B
¥ ]
' B
R . . = El
s-5g7. | Min-22ga, Type B, min.55ksi | One or more layers, any Min. 0.625-inch DensDeck StormX Prime g C|oreer o pvcrxr 1275
steel combination, min. 1-inch T 1.8 ft?
b
FlleplBiglplelp B gl
55 TsFEE ST e
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener,
Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener,
One or more layers, an . . . Drill-Tec #14 HD Fastener, Drill-Tec #15 DF Fastener, PVCF-LMC,
Min. 22 ga., Type B, Grade 80 A\ 4 y X v Min. 0.5-inch DensDeck Prime or SECUROCK Gypsum- Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 1 per
S-588. combination, min 1-inch, . . . ” . - PVCF-XF or -127.5
steel . Fiber Roof Board with Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed 1.0 ft2
loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel PVCF-OB
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmMO | etc.e

A Top Insulation Layer
System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 13, Note 17) Type Fasten (Note 11) (AttaCh) (Note 15) (psf)
Note 17
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
s-589, | Min-22ga, TypeB,min.55ksi | Oneormorelayers,any | \u g 655 inch DensDeck StormX Prime TP | pycrxr -135.0
steel combination, min. 1-inch 1.3 ft2
"S,
e 5 5.8 | 8 9
° 3 E 5 B 5 2
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
¢ i
| 5 B
5 g 1
i i i 1 5 ®©
S-590. Min. 22 ga., Type B, min. 55 ksi One or more Iay‘ers, any Min. 0.625-inch DensDeck StormX Prime " e 5 1 per PVCF-XF -142.5
steel combination, min. 1-inch £ | 1.3 ft2
1 B
| &
.'5“_‘.? BoRle e BB .f_.'i“..
TABLE 2H: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED BASE AnND CAP PLY
System Base Insulation Top Insulation Layer Roof Cover (Note 15)
Deck (Note 1) Layer Attach MDP (psf)
No.
o (Note 13, Note 17) Type Fasten (Note 11) Note 17 Base Ply Cap Ply
ASPHALT-APPLIED BASE PLY:
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
Min. 22 ga., Type B, ) h ’ Fastener, Drill-Tec #12 DP Fastener (steel only), Drill-
5591 Grade 33 steel or min. (Optlolnal) One or gfglgu(;cz)(sj;gh ) Tec #12 DPH Fastener (steel only) or Drill-Tec #14 HD 1 per SBS-AA PVCF-HA, PVCF-LO (12-inch -30.0*
’ 2,500 psi structural more'aye:rs, any . ypsum Fastener with Drill-Tec 3 in. Ribbed Galvalume Plate 4.0 ft2 o.c.), PVCF-XF or PVCF-OB )
concrete combination Fiber Roof Board (Flat), Drill-Tec AccuTrac Flat Plate, Drill-Tec 3” Flat
Steel Plate
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NEmoO | etc.e
TABLE 2H: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED BASE AnD CAP PLY

System Base Insulation Top Insulation Layer Roof Cover (Note 15)
Deck (Note 1) Layer Attach MDP (psf)
No.
° (Note 13, Note 17) Type Fasten (Note 11) o1z | B2sePV Cap Ply
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
Min. 22 ga., Type B, : . . Fastener, Drill-Tec #12 DP Fastener (steel only), Drill-
5592 Grade 33 steel or min. (Opt"’l"a') One or x‘goﬁgZi g‘Ch Tec #12 DPH Fastener (steel only) or Drill-Tec #14 HD 1per | cpcan PVCF-HA, PVCF-LO (12-inch 450+
It 2,500 psi structural more.aye.rs, any ; ypsum- Fastener with Drill-Tec 3” Standard Steel Plate, Drill-Tec 4.0 ft2 B 0.c.), PVCF-XF or PVCF-OB e
concrete combination Fiber Roof Board 3in. Ribbed Galvalume Plate (Flat), Drill-Tec AccuTrac
Flat Plate, Drill-Tec 3” Flat Steel Plate
Min. 22 ga., Type B, One or more layers, | Min- 0-25-inch DensDeck PVCF-HA, PVCF-LM (12-inch
Grade 33 steel or min. o Prime or SECUROCK 1 per ) «
S-593. 2 500 psi structural any combination, Gvosum-Fiber Roof Note 2 400 SBS-AA o.c.), PVCF-LO (12-inch o.c.), -45.0
200 P loose laid vp ‘ PVCF-XF or PVCF-OB
concrete Board
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
Min. 22 ga., Type B, : : : Fastener, Drill-Tec #12 DP Fastener (steel only), Drill-
. Opt I)O Min. 0.25-inch ! / .
5594 Grade 33 steel or min. fn prlolna )r nenor SEIgUROCKmGC m- Tec #12 DPH Fastener (steel only) or Drill-Tec #14 HD 1 per SBS-AA PVCF-HA, PVCF-LO (12-inch 45.0%
B 2,500 psi structural ° e.aye. s any . ypsu Fastener with Drill-Tec 3” Standard Steel Plate, Drill-Tec 3.2 ft2 - o.c.), PVCF-XF or PVCF-OB e
concrete combination Fiber Roof Board 3 in. Ribbed Galvalume Plate (Flat), Drill-Tec AccuTrac
Flat Plate, Drill-Tec 3” Flat Steel Plate
Min. 0.5-inch Structodek
Srate 5 s onmin. | Omeor morelayers, | 8RN FEbeare 1 per PVCF-HA, PVCF-LM (12-inch
S-595. . ’ any combination, K . Note 2 P SBS-AA o.c.), PVCF-LO (12-inch o.c.), -45.0*
2,500 psi structural K Structodek High Density 2.0 ft?
loose laid . PVCF-XF or PVCF-OB
concrete Fiberboard Roof
Insulation
gﬂ::agégzlt'ez‘;er ?r;in One or more layers, Min. 0.25-inch 1 per PVCF-HA, PVCF-LM (12-inch
S-596. . : any combination, SECUROCK Gypsum- Note 2 P SBS-AA o.c.), PVCF-LO (12-inch o.c.), -45.0*
2,500 psi structural 2.0 ft?
! loose laid Fiber Roof Board PVCF-XF or PVCF-OB
concrete
Min. 22 ga., Type B, y .
Min. 0.25-inch
Grade 33 steel or min. One or more layers, 1 per PVCF-HA, PVCF-LO (12-inch
5-597. 2,500 psi structural any combination SECUROCK Gypsum- Note 2 16f | SBSAA 0.c.), PVCF-XF or PVCF-OB 525
concrete Fiber Roof Board
Z'r':d :éfz't'ez‘;er rBT;in One or more layers, | Min. 0.25-inch Loer PVCF-HA, PVCF-LM (12-inch
S-598. 2500 psi structural ’ any combination, SECUROCK Gypsum- Note 2 1 gftz SBS-AA o.c.), PVCF-LO (12-inch o.c.), -52.5
! P loose laid Fiber Roof Board ’ PVCF-XF or PVCF-OB
concrete
zlrl:c'jségz'tlezzer g';in PR NE R Min. 0.25-inch DensDeck 1 per PVCF-HA, PVCF-LM (12-inch
S-599. 2 500 psi structural ’ any combination, Prin';e. Note 2 1 4'; 2 SBS-AA o.c.), PVCF-LO (12-inch o.c.), -52.5
céncreﬁe loose laid ’ PVCF-XF or PVCF-OB
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NEmoO | etc.e

TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED BASE AnD CAP PLY

System Base Insulation Top Insulation Layer Roof Cover (Note 15)
Deck (Note 1) Layer Attach MDP (psf)
No.
o (Note 13, Note 17) Type Fasten (Note 11) . Base Ply Cap Ply

GMr':dgggasteZZ? g;in One or more layers, | Min. 0.5-inch SECUROCK 1 PVCF-HA, PVCF-LM (12-inch

S-600. 2 500 psi structural ’ any combination, Gypsum-Fiber Roof Note 2 (#14 only) 1 gftz SBS-AA o.c.), PVCF-LO (12-inch o.c.), -60.0
c,oncre’Ze loose laid Board ' PVCF-XF or PVCF-OB
Min. 22 ga., Type B, One or more layers, | V- 0-3-inch DensDeck PVCF-HA, PVCF-LM (12-inch
Grade 33 steel or min. N Prime or SECUROCK 1 per )

S-601. 2 500 psi structural any combination, Gvosum-Fiber Roof Note 2 200 SBS-AA 0.c.), PVCF-LO (12-inch o.c.), -60.0
c;mcre'ie loose laid BZgr y : PVCF-XF or PVCF-OB
Min. 22 ga., Type B’. One or more layers, | Min. 0.5-inch Structodek PVCF-HA, PVCF-LM (4-inch
Grade 33 steel or min. 1 per

S-602. 2 500 psi structural any combination, High Density Fiberboard Note 2 1.0 SBS-AA o0.c.), PVCF-LO (4-inch o.c.), -67.5
c;mcreie loose laid Roof Insulation : PVCF-XE or PVCF-OB
Min. 22 ga., Type B'. One or more layers, M!n. 0.5-inch DensDeck PVCF-HA, PVCF-LM (4-inch
Grade 33 steel or min. N Prime or SECUROCK 1 per .

S-603. 2,500 psi structural any combination, Gyosum-Fiber Roof Note 2 16 SBS-AA o.c.), PVCF-LO (4-inch o.c.), -82.5
c;ncre'ie loose laid BZ:r | : PVCF-XF or PVCF-OB
Min. 20 ga., Type B, . .
Grade 33 steel, min. 22 One or more layers, m:nmfosr IsnEC(P;]UDR%néEECk 1 per PVCF-HA, PVCF-LM (4-inch

S-604. ga., Type B, Grade 80 any combination, Gypsum-Fiber Roof Note 2 1 gftz SBS-AA o.c.), PVCF-LO (4-inch o.c.), -90.0
steel or min. 2,500 psi loose laid Bzzr y ' PVCF-XF or PVCF-OB
structural concrete

TORCH-APPLIED BASE PLY:
Min. 22 ga., Type B, ) ) ) Drill-Tec #12 Fastener (steel only), Drill-Tec #14
Grade 3§stee\I/F:)r min (Optional) One or Min. 0.25-inch Fastener, Drill-Tec #12 DP Fastener (steel only), Drill- 1 per PVCF-HA, PVCF-LO (12-inch

S-605. 2500 psi | ’ more layers, any SECUROCK Gypsum- Tec #12 DPH Fastener (steel only) or Drill-Tec #14 HD A gf ) SBS-TA ’ -30.0*

’ psi structura combination Fiber Roof Board Fastener with Drill-Tec 3 in. Ribbed Galvalume Plate Oft o.c)

concrete (Flat) or Drill-Tec 3” Flat Steel Plate
Min. 22 ga., Type B, One or more layers
Grade 33 steel or min. N < Min. 0.25-inch DensDeck 1 per PVCF-HA, PVCF-LM (12-inch

-606. . bination, ) Note 2 BS-TA ’ ) -30.0*

5-606 2,500 psi structural ?ongsgz?d inatieg Prime ote 4.0 ft? SBS o.c.), PVCF-LO (12-inch o.c.) 300
concrete
Min. 22 ga., Type B, One or more layers Min. 0.25-inch DensDeck
Grade 33 steel or min. - ! Prime or SECUROCK 1 per PVCF-LM, PVCF-LMC, PVCF-

= 5 . bination, . 2 BS- ! ’ -30.0*

5-607 2,500 psi structural Iaongs:olg?d "ZIL Gypsum-Fiber Roof Note 4.0 ft? SBS-TA XF or PVCF-OB 300
concrete Board
Min. 22 ga., Type B, (Optional) One or )
Grade 33 steel or min. more layers, any Min. 0.25-inch DensDeck 1 per PVCF-HA, PVCF LM. (12-inch

5-608. 2,500 psi structural combination, loose Prime Note 2 3260 | SBSTA 0.¢), PVCF-LO (12-inch o.c), -37.5%
c(’mcre’;e o ' ' PVCF-XF or PVCF-OB
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NEmoO | etc.e
TABLE 2H: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED BASE AnD CAP PLY

System Base Insulation Top Insulation Layer Roof Cover (Note 15)
Deck (Note 1) Layer Attach MDP (psf)
No.
o (Note 13, Note 17) Type Fasten (Note 11) . Base Ply Cap Ply
Min. 22 ga., Type B, ) ] ) Drill-Tec #12 Fastener (steel only), Drill-Tec #14
Grade 3§stee\lu())r min (Optional) One or Min. 0.375-inch Fastener, Drill-Tec #12 DP Fastener (steel only), Drill- 1 per PVCF-HA, PVCF-LO (12-inch
S-609. 2 500 bsi | ’ more layers, any SECUROCK Gypsum- Tec #12 DPH Fastener (steel only) or Drill-Tec #14 HD pf , | SBS-TA ! -45.0*
’ psi structura combination Fiber Roof Board Fastener with Drill-Tec 3 in. Ribbed Galvalume Plate 4.0ft o.c)
concrete (Flat) or Drill-Tec 3” Flat Steel Plate
Min. 22 ga., Type B Drill-Tec #12 Fastener (steel only), Drill-Tec #14
)y v . One or more layers, . . Fastener, Drill-Tec #12 DP Fastener (steel only), Drill- :
S-610. (Zirade 3% steel or n|1|n. any combination, M!n. 0.5-inch DensDeck Tec #12 DPH Fastener (steel only) or Drill-Tec #14 HD 1 p?l’z SBS-TA PVCF-HA, PVCF-LM, (1|'2]-mCh -45.0*
,500 psi structura loose laid Prime Fastener with Drill-Tec 3 in. Ribbed Galvalume Plate 4.0ft 0.c.), PVCF-LO (12-inch o.c.)
concrete (Flat) or Drill-Tec 3” Flat Steel Plate
Min. 0.375-inch
Min. 22 ga., Type B, One or more lavers SECUROCK Gypsum-
5611 Grade 33 steel or min. an combinatio&; ! Fiber Roof Board, min. Note 2 1 per SBSTA PVCF-LM, PVCF-LMC, PVCF- -45.0*%
’ 2,500 psi structural Iooyse laid ! 0.5-inch DensDeck Prime 4.0 ft? XF or PVCF-OB '
concrete or min, 0.625-inch
DensDeck StormX Prime
Min. 22 ga., Type B, ) . .
. (Optional) One or Min. 0.25-inch .
s612. | Srade33steel ormin. more layers, any SECUROCK Gypsum- Note 2 1per | opsta PVCF-HA, PVCF-LO (12-inch -45.0*
2,500 psi structural o . 3.2 ft o.c.)
concrete combination Fiber Roof Board
Min. 22 ga., Type B, One or more layers Min. 0.25-inch DensDeck
Grade 33 steel or min. - ! Prime or SECUROCK 1 per PVCF-LM, PVCF-LMC, PVCF- «
5-613. 2,500 psi structural Iaongszc:;glnatlon, Gypsum-Fiber Roof RO 3.2 ft? SBS-TA XF or PVCF-OB 45.0
concrete Board
gﬂ::agégzlt'ezzer ?r;in One or more layers, Min. 0.5-inch DensDeck 1 per PVCF-HA, PVCF-LM (12-inch
S-614. 2 500 psi structural ’ any combination, Prin;e- Note 2 3 sftz SBS-TA o.c.), PVCF-LO (12-inch o.c.), -45.0*
cc’)ncreF;e loose laid ' PVCF-XF or PVCF-OB
Min. 22 ga., T B
Grlande 35 2t'ee\I”;er min One ormore layers, |\ 55_inch DensDeck 1 per PVCF-HA, PVCF-LM (12-inch
5-615. 2,500 psi structural laongs‘csolzglnatlon, Prime Note 2 2.1ft? SBS-TA 0.c.), PVCF-LO (12-inch o.c.) 45.0
concrete
g"r':d :éfit;‘l";’“’r rBT;in One or more layers, | Min. 0.25-inch Loer PVCF-HA, PVCF-LM (12-inch
S-616. 2500 psi structural ’ any combination, SECUROCK Gypsum- Note 2 ) (')thz SBS-TA o.c.), PVCF-LO (12-inch o.c.), -45.0*
c;)ncre’ie loose laid Fiber Roof Board ’ PVCF-XF or PVCF-OB
Z'r':d:gastezzer ﬁq’in One or more layers, | Min. 0.5-inch SECUROCK Loer PVCF-HA, PVCF-LM (12-inch
S-617. 2,500 psi structural ’ any combination, Gypsum-Fiber Roof Note 2 1 Spftz SBS-TA o.c.), PVCF-LO (12-inch o.c.), -52.5
céncreﬁe loose laid Board ' PVCF-XF or PVCF-OB
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NEmoO | etc.e
TABLE 2H: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED BASE AnD CAP PLY

System Base Insulation Top Insulation Layer Roof Cover (Note 15)
Deck (Note 1) Layer Attach MDP (psf)
No. (Note 13, Note 17) Type Fasten (Note 11) Note 17 Base Ply Cap Ply
Min. 22 ga., Type B, . .
Min. 0.25-inch
Grade 33 steel or min. One or more layers, 1 per PVCF-HA, PVCF-LO (12-inch
5-618. 2,500 psi structural any combination SFCUROCK Gypsum- Note 2 1.6 ft2 SBS-TA o.c.), PVCF-XF or PVCF-OB 525
Fiber Roof Board
concrete
Min. 22 ga., Type B, . .
. One or more layers Min. 0.25-inch .
Grade 33 steel or min. N ! 1 per PVCF-HA, PVCF-LM (12-inch
-619. ) bination, SECUROCK G - Note 2 BS-TA ! ) -52.
5619 2,500 psi structural any comoination ) ypsum ote 167 | >B° 0.c.), PVCF-LO (12-inch o.c.) 523
loose laid Fiber Roof Board
concrete
Min. 22 ga., Type B, . .
. One or more layers, Min. 0.25-inch
Grade 33 steel or min. L ’ 1 per PVCF-LM, PVCF-LMC, PVCF-
S-620. 2,500 psi structural any corr.1b|nat|on, SFCUROCK Gypsum- Note 2 16 ft2 SBS-TA XF or PVCE-OB -52.5
loose laid Fiber Roof Board
concrete
Min. 22 ga., Type B, One or more layers, _ _ PVCF-HA, PVCF-LM (12-inch
Grade 33 steel or min. N Min. 0.25-inch DensDeck 1 per .
S-621. 2,500 psi structural any combination, Prime Note 2 1.45 f©2 SBS-TA o.c.), PVCF-LO (12-inch o.c.), -52.5
200 P loose laid ’ PVCF-XF or PVCF-OB
concrete
Min. 0.25-inch DensDeck
Min. 22 ga., Type B, One or more layers, . .
N Prime or SECUROCK 1 per PVCF-HA, PVCF-LO (12-inch
-622. 4 | ; - i -60.
S-622 Grade 40 steel or any con?blnatlon, Gypsum-Fiber Roof Note 2 1.45 f2 SBS-TA 0.¢.), PVCF-XF or PVCF-OB 60.0
structural concrete loose laid
Board
Min. 22 ga., Type B, . .
Min. 0.375-inch
Grade 33 steel or min. One or more layers, 1 per PVCF-HA, PVCF-LO (12-inch
= . R ECUROCK - - -60.
5623 2,500 psi structural any combination S. CUROCK Gypsum NG 2 1.3ft2 SBS-TA o.c.), PVCF-XF or PVCF-OB 60.0
Fiber Roof Board
concrete
1, PVCE-AM 120
S-624. 2 500 psi structural : any combination, Gvpsum-Fiber Roof Note 2 1 ?E)ftz SBS-TA o.c.), PVCF-LO (12-inch o.c.), -60.0
! P loose laid P ' PVCF-XF or PVCF-OB
concrete Board
Min. 22 ga., Type B, One or more layers Min. 0.5-inch DensDeck
Grade 33 steel or min. - ! Prime or SECUROCK 1 per PVCF-LM, PVCF-LMC, PVCF-
= 5 . bination, . 2 BS- ! ! -60.
5625 2,500 psi structural any corr'1 ination Gypsum-Fiber Roof Note 2.0 ft2 SBS-TA XF or PVCF-OB 60.0
loose laid
concrete Board
Min. 22 ga., Type B’. One or more layers, ) ) PVCF-HA, PVCF-LM (4-inch
Grade 40 steel or min. o . Min. 0.25-inch DensDeck 1 per R
S-626. 2 500 psi structural any combination, Prime Note 2 1.45 fi2 SBS-TA o.c.), PVCF-LO (4-inch o.c.), -67.5
C(’)ncreﬁe loose laid ’ PVCF-XF or PVCF-OB
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TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED BASE AnD CAP PLY

NEmoO | etc.e

System Base Insulation Top Insulation Layer Roof Cover (Note 15)
Deck (Note 1) Layer Attach MDP (psf)
No.
o (Note 13, Note 17) Type Fasten (Note 11) . Base Ply Cap Ply
Min. 22 ga., Type B, . .
. One or more layers Min. 0.375-inch .
Grade 33 steel . ! 1 PVCF-HA, PVCF-LM (4-inch
5-627. rade 33 steel ormin any combination, SECUROCK Gypsum- Note 2 PEr | sBs-TA 4 M (4-inc 67.5
2,500 psi structural . . 1.3ft2 o.c.), PVCF-LO (4-inch o.c.)
concrete loose laid Fiber Roof Board
Min. 22 ga., Type B, . .
. One or more layers, Min. 0.375-inch
Grade 33 steel or min. - ! 1 per PVCF-LM, PVCF-LMC, PVCF-
-628. ; bination, SECUROCK G - Note 2 BS-TA ! ! -67.
5628 2,500 psi structural any combination _ ypsum ote 13f2 | B XF or PVCF-OB 67.5
concrete loose laid Fiber Roof Board
Min. 22 ga., Type B, . .
Grade 33 steel or min. One or more layers, | Min. 0.5-inch DensDeck 1 per PVCF-LM, PVCF-LMC, PVCF-
S-629. . any combination, Prime or min. 0.625-inch Note 2 SBS-TA -67.5
2,500 psi structural R . 1.6 ft? XF or PVCF-OB
concrete loose laid DensDeck StormX Prime
Min. 22 ga., T B
Gr': " 452{88‘{’;? o One or more layers, | Min. 0.25-inch Loer PVCF-HA, PVCF-LM (4-inch
S-630. 2,500 psi structural ’ any combination, SECUROCK Gypsum- Note 2 1 42 P SBS-TA o.c.), PVCF-LO (4-inch o.c.), -75.0
c;ncreie loose laid Fiber Roof Board ’ PVCF-XF or PVCF-OB
Min. 20 ga., Type B,
Grade 33 steel or min. 22 One or more layers, Min. 0.5-inch DensDeck 1 per PVCF-HA, PVCF-LM (4-inch
S-631. ga., Type B, Grade 80 any combination, Prin;e : Note 2 1 (’))ftz SBS-TA o.c.), PVCF-LO (4-inch o.c.), -90.0
steel or min. 2,500 psi loose laid ’ PVCF-XF or PVCF-OB
structural concrete
SELF-ADHERING BASE PLY:
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
Min. 22 ga., Type B, : : b Fastener, Drill-Tec #12 DP Fastener (steel only), Drill-
| Min. 0.25- ) Y),
5632 Grade 33 steel or min. (Optlolna ) One or SEIQU(;O(SZI!ZSCh . Tec #12 DPH Fastener (steel only) or Drill-Tec #14 HD 1 per SBS-SA PVCF-HA, PVCF-LO (12-inch 30.0%
o 2,500 psi structural mor(te).aye.rs, any b ¢ yp;um Fastener with Drill-Tec 3 in. Ribbed Galvalume Plate 4.0 ft2 - 0.c.), PVCF-XF or PVCF-OB e
concrete combination Fiber Roof Boar (Flat), Drill-Tec AccuTrac Flat Plate or Drill-Tec 3” Flat
Steel Plate
Min. 22 ga. T B ) Drill-Tec #12 Fastener (steel only), Drill-Tec #14
Grl:de ng{ee\llzer rT;in (Optional) One or Min. 0.375-inch Fastener, Drill-Tec #12 DP Fastener (steel only), Drill- 1 per PVCF-HA, PVCF-LO (12-inch
S-633. 2500 psi | ’ more layers, any SECUROCK Gypsum- Tec #12 DPH Fastener (steel only) or Drill-Tec #14 HD 4 (F;f ) SBS-SA PVéF XF or PVCE-OB -45.0*
’ psi structura combination Fiber Roof Board Fastener with Drill-Tec 3 in. Ribbed Galvalume Plate Ot o.c), -Aror .
concrete (Flat) or Drill-Tec 3” Flat Steel Plate
Min. 22 ga., Type B, . . .
. (Optional) One or Min. 0.25-inch .
Grade 33 steel or min. 1 per PVCF-HA, PVCF-LO (12-inch .
S-634. 2,500 psi structural more .laye‘rs, any SFCUROCK Gypsum Note 2 32 f2 SBS-SA 0.¢.), PVCE-XF or PVCF-OB 45.0
concrete combination Fiber Roof Board
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TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED BASE AnD CAP PLY

NEmoO | etc.e

System Base Insulation Top Insulation Layer Roof Cover (Note 15)
Deck (Note 1) Layer Attach MDP (psf)
No.
(Note 13, Note 17) Type Fasten (Note 11) . Base Ply Cap Ply
Min. 22 ga., Type B, . .
Grade 3§steeTF:>r min One or more layers Min. 0.25-inch 1 per PVCF-HA, PVCF-LO (12-inch
5-635. . ’ - oY= | SECUROCK Gypsum- Note 2 SBS-SA i ) ) -52.5
2,500 psi structural any combination . P 1.6 ft2 o.c.), PVCF-XF or PVCF-OB
Fiber Roof Board
concrete
COLD-APPLIED BASE PLY:
Drill-Tec #12 DF Fastener or Drill-Tec #14 DF Fastener with Drill-
Tec 3” DF Steel Insulation Plate or Drill-Tec #12 Fastener, Drill-
. . . Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec #14 HD
X (Optlonal) One or Min. 2.0-inch i Fastener with Drill-Tec 3” Steel Plate, Drill-Tec 3” Flat Steel Plate,
5636 Min. 22 ga., Type B, more layers, any EnergyGuard Polyiso Drill-Tec 3” Standard Steel Plate, Drill-Tec AccuTrac Flat Plate, 1 per SBS-CA1 PVCF-LM (spatter), PVCF- -30.0*
’ Grade 33 steel combination, min Insulation, EnergyGuard | Drill-Tec AccuTrac Recessed Plate, Drill-Tec 3 in. Ribbed 5.3 ft2 LMC, PVCF-XF or PVCF-OB ’
0.5-inch. | laid Ultra Polvi I lati Galvalume Plate (Flat) or Drill-Tec 3” Recessed Steel Plate or
->-Inch, loose-lal ra Folyiso Insulation Drill-Tec ASAP 35, Drill-Tec 3” ASAP Flat, Drill-Tec 3" ASAP
Recessed, Drill-Tec Heavy Duty ASAP Roofing Fastener
Assembled with a 3” Metal Plate
Min. 22 ga., Type B, One or more layers
Grade 33 steel or min. - VErs, 0.5-inch EnergyGuard HD 1 per PVCF-LM, PVCF-LMC, PVCF- «
S-637. . any combination, K Note 2 ) SBS-CA1 -45.0
2,500 psi structural . Polyiso Cover Board 2.0 ft XF or PVCF-OB
loose laid
concrete
Drill-Tec #12 DF Fastener or Drill-Tec #14 DF Fastener with Drill-
Tec 3” DF Steel Insulation Plate or Drill-Tec #12 Fastener, Drill-
. . . Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec #14 HD
. (Optlonal) One or Min. 1.5-inch i Fastener with Drill-Tec 3” Steel Plate, Drill-Tec 3” Flat Steel Plate,
5638 Min. 22 ga., Type B, more layers, any EnergyGuard Polyiso Drill-Tec 3” Standard Steel Plate, Drill-Tec AccuTrac Flat Plate, 1 per SBS-CAL PVCF-LM (spatter), PVCF- -45.0*
’ Grade 33 steel combination, min Insulation, EnergyGuard | Drill-Tec AccuTrac Recessed Plate, Drill-Tec 3 in. Ribbed 3.2 ft2 LMC, PVCF-XF or PVCF-OB ’
0.5-inch. | _laid Ultra Polyiso | lation Galvalume Plate (Flat) or Drill-Tec 3” Recessed Steel Plate or
->-Inch, loose-lal a Polylso lguiatig Drill-Tec ASAP 35, Drill-Tec 3” ASAP Flat, Drill-Tec 3" ASAP
Recessed, Drill-Tec Heavy Duty ASAP Roofing Fastener
Assembled with a 3” Metal Plate
Drill-Tec #12 DF Fastener or Drill-Tec #14 DF Fastener with Drill-
Tec 3” DF Steel Insulation Plate or Drill-Tec #12 Fastener, Drill-
. . . Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec #14 HD
. (Optlonal) One or Min. 2.0-inch . Fastener with Drill-Tec 3” Steel Plate, Drill-Tec 3” Flat Steel Plate,
5639 Min. 22 ga., Type B, more layers, any EnergyGuard Polyiso Drill-Tec 3” Standard Steel Plate, Drill-Tec AccuTrac Flat Plate, 1 per SBS-CA1 PVCF-LM (spatter), PVCF- 45.0*
’ Grade 33 steel combination, min Insulation, EnergyGuard Drill-Tec AccuTrac Recessed Plate, Drill-Tec 3 in. Ribbed 4.0 ft2 LMC, PVCF-XF or PVCF-OB '
0.5-inch. | Jlaid Ultra Polvi I lati Galvalume Plate (Flat) or Drill-Tec 3” Recessed Steel Plate or
->-Inch, loosegiAt rai@lyiserinsulation Drill-Tec ASAP 35, Drill-Tec 3” ASAP Flat, Drill-Tec 3” ASAP
Recessed, Drill-Tec Heavy Duty ASAP Roofing Fastener
Assembled with a 3” Metal Plate
Min. 22 ga., Type B, One or more layers
5640 Grade 33 steel or min. an combinatio\; ! 0.5-inch EnergyGuard HD Note 2 1 per SBS-CA1 PVCF-LM, PVCF-LMC, PVCF- 60.0
' 2,500 psi structural Iogse laid 4 Polyiso Cover Board 1.45 ft? XF or PVCF-OB '
concrete
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NEmoO | etc.e

TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED BASE AnD CAP PLY

G Base Insulation Top Insulation Layer Roof Cover (Note 15)
ystem
Deck (Note 1) Layer Attach MDP (psf)
No. ac
(Note 13, Note 17) Type Fasten (Note 11) . Base Ply Cap Ply
Drill-Tec #12 DF Fastener or Drill-Tec #14 DF Fastener with Drill-
Tec 3” DF Steel Insulation Plate or Drill-Tec #12 Fastener, Drill-
. . . Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec #14 HD
. (Optlonal) One or Min. 2.0-inch . Fastener with Drill-Tec 3” Steel Plate, Drill-Tec 3” Flat Steel Plate,
s-641 Min. 22 ga., Type B, more layers, any EnergyGuard Polyiso Drill-Tec 3” Standard Steel Plate, Drill-Tec AccuTrac Flat Plate, 1 per 1 PVCF-LM (spatter), PVCF- 75
’ Grade 33 steel combination, min Insulation, EnergyGuard | Drill-Tec AccuTrac Recessed Plate, Drill-Tec 3 in. Ribbed 1.8 ft2 LMC, PVCF-XF or PVCF-OB ’
0.5-inch. | laid Ultra Polyi I ati Galvalume Plate (Flat) or Drill-Tec 3” Recessed Steel Plate or
->-inch, foose-lal ra Folyiso Insulation Drill-Tec ASAP 35, Drill-Tec 3” ASAP Flat, Drill-Tec 3” ASAP
Recessed, Drill-Tec Heavy Duty ASAP Roofing Fastener
Assembled with a 3” Metal Plate

TABLE 21: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1A: THERMAL BARRIER WITH VAPOR BARRIER, MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Insulation
System Deck Thermal Barrier / Vapor Barrier Fast Attach Roof Cover Mbe
asten ttac
No. Note 1 T Note 15 sf
(Note 1) ype (Note 11) (Note 17) {Note 15) (psf)
EVERGUARD PVC OR EVERGUARD PVC KEE / EVERGUARD #2331 BONDING ADHESIVE OR EVERGUARD #2331 BONDING ADHESIVE H APPLICATIONS:
I(\;/Im(.1223§a.t, T\I/pe B, Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 PVC-BA
S-642. mri?] 2 50; esei or SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard Polyiso-HD Composite Insulation or Ultra HD Note 2 ) g?trz PVC-BA-(I)-Ir -45.0*
" p with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | Composite Insulation, EnergyGuard RA ’
structural concrete
Min. 22 ga., Type B, . . . . .
Grade 33 steel or Min. 0.625-inch DenSPeCk Prime or min. 0.5 m.Ch Min. 2-inch EnergyGuard Ultra Polyiso Insulation, EnergyGuard Polyiso-HD 1 per PVC-BA or
S-643. min. 2.500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered C ite | lati Ultra HD C ite | lati ¢ Guard RA Note 2 4002 PVC-BA-H -45.0*
" p with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL QEPegLe 'nstiation, ra omposite Insulation, EnergyGuar :
structural concrete
Min. 22 ga., Type B, . . . . . . . . . .
Grade 33 steel or Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per PVC-BA or
S-644. min. 2.500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch DensDeck Note 2 5 (’)thZ PVC-BA-H -45.0*
" p with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | Prime or SECUROCK Gypsum-Fiber Roof Board :
structural concrete
Min. 22 ga., Type B, . . . \ . . . . . .
Grade 33 steel or Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per PVC-BA or
S-645. R R SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, followed by min. 0.5-inch DensDeck Note 2 P -45.0*
min. 2,500 psi . K 3.2 ft2 PVC-BA-H
with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL Prime
structural concrete
Min. 22 ga., Type B, . . . . . . . . . .
Grade 33 steel or Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per PVC-BA or
S-646. min. 2.500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, followed by min. 0.625-inch DensDeck Note 2 4 (,;ftZ PVC-BA-H -45.0*
" P with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | Prime :
structural concrete
Min. 22 ga., Type B, . . . . . . . . . )
Grade 33 steel o Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per PVC-BA or
S-647. min. 2,500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch DensDeck Note 2 1 42 P PVC-BA-H -52.5
" P with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | Prime :
structural concrete
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TABLE 21: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1A: THERMAL BARRIER WITH VAPOR BARRIER, MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Insulation
System S Thermal Barrier / Vapor Barrier Fast Attach el MDP
asten ac
No. (Note 1) T (Note 15) sf
ype (Note 11) (Note 17) psf)
Min. 22 ga., Type B, . . . . . . . . . Y
Grade 33 steel or Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per PVC-BA or
S-648. min. 2.500 bsi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch SECUROCK Note 2 1 6pft2 PVC-BA-H -52.5
T P with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | Gypsum-Fiber Roof Board :
structural concrete
EVERGUARD PVC / EVERGUARD PVC QUICK LAY ADHESIVE APPLICATIONS:
gﬂrlgasigas't’ez%i B, Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 ver
S-649. min. 2,500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard Polyiso-HD Composite Insulation, Ultra HD Note 2 ) gft2 PvC-QL -45.0*
structural concrete with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL Composite Insulation or EnergyGuard RA
Min. 22 ga., Type B, . . . . .
Min. 0.625-inch DensDeck Prime or min. 0.5-inch ) . . . .
S-650. ﬁ:idz ?;?Sgteseil or SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered :\:/lm' Z_m.ih Ilfnerlg\{.GuarL(J:IItUItrlszPglylso In.stulelltlorll,tE.nergy(EEuard EOIVE(;-:D Note 2 415?; PvC-QL -45.0*
T P with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL omposite Insufation, Litra Omposite Insulation or knergyGuar :
structural concrete
Min. 22 ga., Type B, . . . . . . . . . .
Grade 33 steel or Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per
S-651. min. 2,500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, loose laid, followed by min. 0.25-inch Note 2 ) (?ftZ PVC-QL -45.0*
T P with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board :
structural concrete
Min. 22 ga., Type B, . . . . . . . . . .
Grade 33 steel or Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per
S-652. min. 2.500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, followed by min. 0.5-inch DensDeck Note 2 3 prtz PVC-QL -45.0*
" p with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | Prime :
structural concrete
Min. 22 ga., Type B, . . . . . . : . . .
Grade 33 steel or Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per
S-653. min. 2.500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, followed by min. 0.625-inch DensDeck Note 2 4 (?ftz PVC-QL -45.0*
" p with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | Prime :
structural concrete
Min. 22 ga., Type B, . . . . 3 - . . . .
Grade 33 steel or Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per
S-654. min. 2.500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch DensDeck Note 2 1 42 2 PVC-QL -52.5
" p with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | Prime :
structural concrete
Min. 22 ga., Type B, . . . Y . . . . . .
Grade 33 steel or Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per
S-655. min. 2.500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch SECUROCK Note 2 1 gftl PVC-QL -52.5
" P with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL Gypsum-Fiber Roof Board ’
structural concrete
PVC QuUICK SPRAY ADHESIVE APPLICATIONS:
G'“::&:gi't’ezgi B, Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per
S-656. min. 2,500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard Polyiso-HD Composite Insulation, Ultra HD Note 2 5 gftz PVC-QS -45.0*
-2, . L R . .
structural concrete with GAF SA Vapor Retarder or GAF SA Vapor Retarder X Composite Insulation or EnergyGuard RA
Min. 22 ga., Type B, . . . . .
Min. 0.625-inch DensDeck Prime or min. 0.5-inch . . .
in. 2-inch E E -HD 1
S-657. griids zzgte:il or SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered :\:/Im |n'<;h | nerlg\iguarljjltl.lltr:DPglylso In.s;uI?tlorll,t.nergyguard ZOIWZC;{: Note 2 4 g?trz PVC-QS -45.0*
stru.ctL’JraI czncrete with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL omposite Insulation, Ultra omposite Insulation or EnergyGuar :
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TABLE 21: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1A: THERMAL BARRIER WITH VAPOR BARRIER, MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Insulation
System S Thermal Barrier / Vapor Barrier Fast Attach el MDP
asten ac
No. (Note 1) T (Note 15) sf!
ype (Note 11) (Note 17) (psf)
Min. 22 ga., Type B, . . . . . . . . . Y
Grade 33 steel or Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per
S-658. min. 2.500 bsi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, loose laid, followed by min. 0.25-inch Note 2 ) gftz PVC-QS -45.0*
T P with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | DensDeck Prime :
structural concrete
Min. 22 ga., Type B, . . . . . . . . . A
Grade 33 steel or Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per
S-659. min. 2 500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, followed by min. 0.5-inch DensDeck Note 2 3 prt2 PVC-QS -45.0*
T P with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | Prime !
structural concrete
Min. 22 ga., Type B, . . . R . . . . . .
Grade 33 steel or Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per
S-660. min. 2.500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, followed by min. 0.625-inch DensDeck Note 2 4 gftZ PVC-QS -45.0*
" p with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | Prime :
structural concrete
Min. 22 ga., Type B, . . . . . . . . . )
Grade 33 steel or Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per
S-661. min. 2.500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch DensDeck Note 2 1 42 s PVC-QS -52.5
" p with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | Prime :
structural concrete
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN EVERGUARD WB181 BONDING ADHESIVE:
I(\;/Im(.1223§a.t, T\I/pe B, Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1
S-662. mri?] 2 50; e; or SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard Polyiso-HD Composite Insulation, Ultra HD Note 2 ) g?trz PVCF-WB -45.0*
" p with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | Composite Insulation, EnergyGuard RA ’
structural concrete
Min. 22 ga., Type B, . . . . .
Min. 0.625-inch DensDeck Prime or min. 0.5-inch . . . . .
S-663. iri?]d‘; izgte:il or SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered gllm. 2-|n.<;h IIEnerlg\i.GuarLcj:iltUltEDPglylso Iniul‘:\tlor;,snerinuarg POLy::_HD Note 2 :g?trz PVCF-WB -45.0*
" p with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL omposite Insufation, Ultra omposite Insulation, EnergyGuar :
structural concrete
Min. 22 ga., Type B, . . . . 3 - . . . .
Grade 33 steel or Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per
S-664. min. 2.500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch DensDeck Note 2 5 gftZ PVCF-WB -45.0*
" p with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | Prime or SECUROCK Gypsum-Fiber Roof Board :
structural concrete
Min. 22 ga., Type B, . . . Y . . . . . .
Grade 33 steel or Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per
S-665. . . SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, followed by min. 0.5-inch DensDeck Note 2 P PVCF-WB -45.0*
min. 2,500 psi ) ) 3.2 ft2
with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | Prime
structural concrete
Min. 22 ga., Type B, . . ¢ Y . . . . . )
Grade 33 steel or Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per
S-666. min. 2,500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, followed by min. 0.625-inch DensDeck Note 2 4 gftZ PVCF-WB -45.0%
" P with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | Prime :
structural concrete
Min. 22 ga., Type B, . . . . . . . . . )
Grade 33 steel or Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per
S-667. min. 2,500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch DensDeck Note 2 1 42 P PVCF-WB -52.5
" P with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | Prime :
structural concrete
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NEmoO | etc.e
TABLE 21: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1A: THERMAL BARRIER WITH VAPOR BARRIER, MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Insulation
System S Thermal Barrier / Vapor Barrier Fast Attach el MDP
asten ac
No. (Note 1) T (Note 15) sf!
ype (Note 11) (Note 17) psf)
GMrl:t;iég?%i.t,eDI/F:)? B, Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per
S-668. min. 2.500 bsi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch SECUROCK Note 2 1 6pft2 PVCF-WB -52.5
T P with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | Gypsum-Fiber Roof Board :
structural concrete
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN LRF ADHESIVE M OR LRF ADHESIVE O:
Min. 22 ga., Type B, . . . . .
Min. 0.625-inch DensDeck Prime or min. 0.5-inch . . . . . PVCF-LM or
5-669. gflid; iz;te;' or SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered m’)n'cl'S""chtE”lerg‘l’Gt‘_‘arstjjllt"a: S'é’so '"Su_ltat'lon’ IE';_ergVS”ard g"'y:; Note 2 21 gpftrz PVCF-LO, 12- | -45.0*
T P with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL omposite Insulation, Litra omposite Insulation, EnergyGuar : inch o.c.
structural concrete
Min. 22 ga., Type B, . . . . . . . . . .
Grade 33 steel o Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per PVCF-LO, 12-
S-670. min. 2,500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch DensDeck Note 2 ) gftZ inch o.c ’ -45.0*
T P with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | Prime or SECUROCK Gypsum-Fiber Roof Board : -
structural concrete
Min. 22 ga., Type B, . . . . . . . . . .
Grade 33 steel or Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 per PVCE-LM. 12-
S-671. min. 2,500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch SECUROCK Note 2 ) gftZ inch o.c ! -45.0*
T P with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | Gypsum-Fiber Roof Board : -
structural concrete
g::&sggi’t’ezzi B, Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1per PVCF-LM or
S-672. min. 2,500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, covered Insulation, EnergyGuard Polyiso-HD Composite Insulation or Ultra HD Note 2 1 ;ftz PVCF-LO, 12- -60.0
stru.ctL’JraI czncrete with GAF SA Vapor Retarder or GAF SA Vapor Retarder XL | Composite Insulation, . inch o.c.

TABLE 2): STEEL DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

System Deck Insulation Layer Attachment MDP
! " : Roof Cover (Note 15B)
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
Min. 22 ga., One or more Drill-Tec #15 DF Fastener, Drill-Tec #15 EHD Fastener or
5673 Type B, lavers. an Drill-Tec XHD Fastener with Drill-Tec RhinoBond PVC XHD 24 % 36 inch erid EverGuard PVC or EverGuard PVC KEE induction 375
: Grade 33 cc:/mbi'nat;/on Plate, Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener g welded. ’
steel with Drill-Tec RhinoBond PVC XHD Tread Safe Plate
Min. 22 ga., One or more Drill-Tec #15 DF Fastener, Drill-Tec #15 EHD Fastener or
S-674 Type B, lavers. an Drill-Tec XHD Fastener with Drill-Tec RhinoBond PVC XHD 1 per 5.3 ft? (6 parts per 4 x 8 ft board) EverGuard PVC or EverGuard PVC KEE induction 45.0*
. Grade 33 coymbi‘nat;:)n Plate, Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener (Note 17) welded. ’
steel with Drill-Tec RhinoBond PVC XHD Tread Safe Plate
Min. 22 ga., One or more Drill-Tec #15 DF Fastener, Drill-Tec #15 EHD Fastener or
$-675 Type B, lavers. an Drill-Tec XHD Fastener with Drill-Tec RhinoBond PVC XHD 24 % 48 inch erid EverGuard PVC or EverGuard PVC KEE induction 450
. Grade 80 coymbi‘nat;/on Plate, Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener g welded. ’
steel with Drill-Tec RhinoBond PVC XHD Tread Safe Plate
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NEmoO | etc.e
TABLE 2): STEEL DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

System Deck Insulation Layer Attachment MDP
o Y - Roof Cover (Note 15B)
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
Min. 22 ga., One or more
se76. | P°P layers, any Drill-Tec SXHD and Drill-Tec RhinoBond PVC XHD Plate 24 x 24 inch grid EverGuard PVC or EverGuard PVC KEE induction | g, 5
Grade 33 S welded.
combination
steel
Min. 22 ga., One or more Drill-Tec #15 DF Fastener, Drill-Tec #15 EHD Fastener or
5677 Type B, lavers. an Drill-Tec XHD Fastener with Drill-Tec RhinoBond PVC XHD 24 x 24 inch arid EverGuard PVC or EverGuard PVC KEE induction 60.0
' Grade 33 cgmbi’nat;:)n Plate, Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener 8 welded. ’
steel with Drill-Tec RhinoBond PVC XHD Tread Safe Plate
Min. 22 ga., One or more Drill-Tec #15 DF Fastener, Drill-Tec #15 EHD Fastener or
5678 Type B, lavers. an Drill-Tec XHD Fastener with Drill-Tec RhinoBond PVC XHD 24 x 24 inch arid EverGuard PVC or EverGuard PVC KEE induction 675
' Grade 80 cgmbi’nat;:)n Plate, Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener g welded. ’
steel with Drill-Tec RhinoBond PVC XHD Tread Safe Plate
Min. 22 ga., One or more Drill-Tec #15 DF Fastener, Drill-Tec #15 EHD Fastener or
5-679 Type B, lavers. an Drill-Tec XHD Fastener with Drill-Tec RhinoBond PVC XHD 16 x 24 inch erid EverGuard PVC or EverGuard PVC KEE induction 825
' Grade 33 cgmbi’nat;:)n Plate, Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener g welded. ’
steel with Drill-Tec RhinoBond PVC XHD Tread Safe Plate
18 x 24 inch staggered grid
@ @
Min. 22 ga., Drill-Tec #15 DF Fastener, Drill-Tec #15 EHD Fastener or L o _|
One or more . X . . P e . .
5-680 Type B, lavers. an Drill-Tec XHD Fastener with Drill-Tec RhinoBond PVC XHD @ @— EverGuard PVC or EverGuard PVC KEE induction 825
' Grade 40 cc:/mbi‘nat;:)n Plate, Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener [ welded. ’
steel with Drill-Tec RhinoBond PVC XHD Tread Safe Plate R @ ®
@ o—1
Min. 22 ga., One or more Drill-Tec #15 DF Fastener, Drill-Tec #15 EHD Fastener or
Type B, layers, any Drill-Tec XHD Fastener with Drill-Tec RhinoBond PVC XHD ) ) . EverGuard PVC or EverGuard PVC KEE induction
il Grade 60 combination, min. Plate, Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener 18 x 16 inch grid, staggered 6-inch welded. 105.0
steel 2-inch with Drill-Tec RhinoBond PVC XHD Tread Safe Plate
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TABLE 2k: STEEL DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE D-1: MECHANICALLY ATTACHED ROOF COVER

NEmoO | etc.e

System Insulation (Note 13, Note 17) Separator Sheet Roof Cover (Note 15A) MDP
Deck (Note 1) .
No. Type Attach (Optional) Membrane Fastener (Note 11) Attachment (psf)
EVERGUARD PVC OR EVERGUARD PVC KEE:
. Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener . T
Min. 22 ga., One or more layers, any ) EverGuz?rd Polymat EverGuard PVC with Drill-Tec 2-3/8 in. Barbed XHD Plate, Drill-Tec 12.-|nch (?.c. within minimum
Type B, L . Prelim. Separation Layer (3 . ) 6-inch wide laps spaced 114-
S-682. combination, min. 1.5- L or EverGuard Eyehook AccuSeam Plate, Drill-Tec 2.4” Barbed Seam . A -30.0
Grade 33 X attach 0z/yd2) or Cushioning . ” R inch o.c. and sealed with a
steel inch Layer (6 0z/yd2) PVC KEE Plate or Drill-Tec 2.4” Scoop Seam Plate or Drill-Tec #15 1.5-inch heat weld
Y Y DF Fastener with Drill-Tec 2-3/8” DF Barbed Seam Plate :
Min. 22 ga., EverGuard Polymat Drlll-TeF ¥ Fasten‘er or [ggFiec #15 EHD Ifastener 6-inch o.c. within minimum
One or more layers, any . . EverGuard PVC with Drill-Tec 2-3/8 in. Barbed XHD Plate, Drill-Tec . |
Type B, L . Prelim. Separation Layer (3 R \ 6-inch wide laps spaced 114-
S-683. combination, min. 1.5- Lo or EverGuard Eyehook AccuSeam Plate, Drill-Tec 2.4” Barbed Seam . . -45.0
Grade 80 X attach 0z/yd2) or Cushioning ) o R inch o.c. and sealed with a
steel inch Layer (6 0z/yd2) PVC KEE Plate or Drill-Tec 2.4” Scoop Seam Plate or Drill-Tec #15 1.5-inch heat weld
4 v DF Fastener with Drill-Tec 2-3/8” DF Barbed Seam Plate :
Min. 22 ga., One or more lavers. an EverGuard Polymat EverGuard PVC Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 12-inch o.c. within minimum
s-684 Type B, combination rr:/in i 5 v Prelim. Separation Layer (3 or EverGuard with Drill-Tec 2 in. Double Barbed XHD Plate, Drill-Tec 2- | 6-inch wide laps spaced 54- 45.0
’ Grade 33 inch ! T attach 0z/yd2) or Cushioning PVC KEE 3/8 in. Barbed XHD Plate, Drill-Tec Eyehook AccuSeam inch o.c. and sealed with a ’
steel Layer (6 oz/yd2) Plate, Drill-Tec 2.4” Scoop Seam Plate 1.5-inch heat weld
Drill-Tec XHD F Drill-Tec #15 EHD F
Min. 22 ga., EverGuard Polymat f' e(.: asten.er or Drill-Tec #15 .astener 12-inch o.c. within minimum
. . EverGuard PVC with Drill-Tec 2-3/8 in. Barbed XHD Plate, Drill-Tec . K
Type B, One or more layers, any Prelim. Separation Layer (3 R ,, 6-inch wide laps spaced 54-
S-685. L . R T or EverGuard Eyehook AccuSeam Plate, Drill-Tec 2.4” Barbed Seam . . -52.5
Grade 33 combination, min. 1-inch attach 0z/yd2) or Cushioning . ” R inch o.c. and sealed with a
steel Layer (6 0z/yd2) PVC KEE Plate or Drill-Tec 2.4” Scoop Seam Plate or Drill-Tec #15 1.5-inch heat weld
DF Fastener with Drill-Tec 2-3/8” DF Barbed Seam Plate '
Min. 22 ga., One or more lavers. an EverGuard Polymat EverGuard PVC Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 6-inch o.c. within minimum
5636 Type B, combination n:/in i S_V Prelim. Separation Layer (3 or EverGuard with Drill-Tec 2 in. Double Barbed XHD Plate, Drill-Tec 2- | 6-inch wide laps spaced 114- 525
’ Grade 33 inch ! o attach 0z/yd2) or Cushioning PVC KEE 3/8 in. Barbed XHD Plate, Drill-Tec Eyehook AccuSeam inch o.c. and sealed with a ’
steel Layer (6 oz/yd2) Plate, Drill-Tec 2.4” Scoop Seam Plate 1.5-inch heat weld
Min. 22 ga., One or more lavers. an EverGuard Polymat EverGuard PVC Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 6-inch o.c. within minimum
5-687 Type B, combination nrin 1 5_y Prelim. Separation Layer (3 or EverGuard with Drill-Tec 2 in. Double Barbed XHD Plate, Drill-Tec 2- | 6-inch wide laps spaced 114- 525
’ Grade 80 inch ! T attach 0z/yd2) or Cushioning PVC KEE 3/8 in. Barbed XHD Plate, Drill-Tec Eyehook AccuSeam inch o.c. and sealed with a ’
steel Layer (6 oz/yd2) Plate, Drill-Tec 2.4” Scoop Seam Plate 1.5-inch heat weld
Min. 20 ga., One or more lavers. an EverGuard Polymat EverGuard PVC Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 6-inch o.c. within minimum
5688 Type B, combination n:/in i 5_y Prelim. Separation Layer (3 or EverGuard with Drill-Tec 2 in. Double Barbed XHD Plate, Drill-Tec 2- | 6-inch wide laps spaced 114- 525
’ Grade 80 inch ! "N attach 0z/yd2) or Cushioning PVC KEE 3/8 in. Barbed XHD Plate, Drill-Tec Eyehook AccuSeam inch o.c. and sealed with a ’
steel Layer (6 oz/yd2) Plate, Drill-Tec 2.4” Scoop Seam Plate 1.5-inch heat weld
Min. 18 ga., One or more lavers. an EverGuard Polymat EverGuard PVC Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 6-inch o.c. within minimum
5689 Type B, combination n:/in i 5_y Prelim. Separation Layer (3 or EverGuard with Drill-Tec 2 in. Double Barbed XHD Plate, Drill-Tec 2- | 6-inch wide laps spaced 114- 525
’ Grade 33 inch ! N attach 0z/yd2) or Cushioning PVC KEE 3/8 in. Barbed XHD Plate, Drill-Tec Eyehook AccuSeam inch o.c. and sealed with a ’
steel Layer (6 oz/yd2) Plate, Drill-Tec 2.4” Scoop Seam Plate 1.5-inch heat weld
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NEmoO | etc.e
TABLE 2k: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE D-1: MECHANICALLY ATTACHED ROOF COVER

System Insulation (Note 13, Note 17) Separator Sheet Roof Cover (Note 15A) MDP
Deck (Note 1) .
No. Type Attach (Optional) Membrane Fastener (Note 11) Attachment (psf)
. Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener . L
Min. 22 ga., . EverGuard Polymat EverGuard PVC | with Drill-Tec 2-3/8 in. Barbed XHD Plate, Drill-Tec 6-inch o.c. within minimum
Type B, One or more layers, any Prelim. Separation Layer (3 R ” 6-inch wide laps spaced 54-
S-690. - . R . or EverGuard Eyehook AccuSeam Plate, Drill-Tec 2.4” Barbed Seam X R -60.0
Grade 33 combination, min. 1-inch attach oz/yd2) or Cushioning . ” R inch o.c. and sealed with a
steel Layer (6 0z/yd2) PVC KEE Plate or Drill-Tec 2.4” Scoop Seam Plate or Drill-Tec #15 1.5-inch heat weld
DF Fastener with Drill-Tec 2-3/8” DF Barbed Seam Plate '
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK:
Min. 22 ga., New or Re-Roof: One or EverGuard PVC Dr|II-Te.c N Fasten‘er or Ryiliggec #15 EHD Ifastener 12-inch o.c. within minimum
i with Drill-Tec 2-3/8 in. Barbed XHD Plate, Drill-Tec ) X
S-691 Type B, more layers, any prelim. N/A Fleeceback or Eyehook AccuSeam Plate, Drill-Tec 2.4” Barbed Seam 6-inch wide laps spaced 114- -30.0
: Grade 33 combination, min. 1.5-inch attach EverGuard PVC ¥ ; . ) A inch o.c. and sealed with a :
steel Recover: (Optional) Note 13 KEE Fleeceback Plate or Drill-Tec 2.4” Scoop Seam Plate or Drill-Tec #15 1.5-inch heat weld
DF Fastener with Drill-Tec 2-3/8” DF Barbed Seam Plate '
Min. 22 ga., New or Re-Roof: One or EverGuard PVC Drlll—Te.c XHD Fasten.er or Drill-Tec #15 EHD fastener 6-inch o.c. within minimum
. with Drill-Tec 2-3/8 in. Barbed XHD Plate, Drill-Tec . X
S-692 Type B, more layers, any Prelim. N/A Fleecebacigr Eyehook AccuSeam Plate, Drill-Tec 2.4” Barbed Seam 6-inch wide laps spaced 114- -37.5
: Grade 33 combination, min. 1.5-inch attach EverGuard PVC Y ) e ) . inch o.c. and sealed with a :
steel Recover: (Optional) Note 13 KEE Fleeceback Plate or Drill-Tec 2.4” Scoop Seam Plate or Drill-Tec #15 1.5-inch heat weld
DF Fastener with Drill-Tec 2-3/8” DF Barbed Seam Plate '
Drill-Tec XHD F Drill-Tec #15 EHD F
Min. 22 ga., New or Re-Roof: One or EverGuard PVC f' e(.: asten.er or Drill-Tec #15 .astener 6-inch o.c. within minimum
. with Drill-Tec 2-3/8 in. Barbed XHD Plate, Drill-Tec . R
S-693 Type B, more layers, any Prelim. N/A RIgEIRQack or Eyehook AccuSeam Plate, Drill-Tec 2.4” Barbed Seam 6-inch wide laps spaced 114- 45.0
: Grade 80 combination, min. 1.5-inch attach EverGuard PVC 4 ) PO ) - inch o.c. and sealed with a :
steel Recover: (Optional) Note 13 KEE Fleeceback Plate or Drill-Tec 2.4” Scoop Seam Plate or Drill-Tec #15 1.5-inch heat weld
' DF Fastener with Drill-Tec 2-3/8” DF Barbed Seam Plate :
Drill-Tec XHD F Drill-Tec #15 EHD F
Min. 22 ga., New or Re-Roof: One or EverGuard PVC f' e(.: asten.er or Drill-Tec #15 .astener 12-inch o.c. within minimum
. with Drill-Tec 2-3/8 in. Barbed XHD Plate, Drill-Tec . K
S-694 Type B, more layers, any Prelim. N/A Fleeceback or Eyehook AccuSeam Plate, Drill-Tec 2.4” Barbed Seam 6-inch wide laps spaced 54- 52.5
: Grade 33 combination, min. 1.5-inch attach EverGuard PVC 4 ; e : . inch o.c. and sealed with a :
steel Recover: (Optional) Note 13 KEE Fleeceback Plate or Drill-Tec 2.4” Scoop Seam Plate or Drill-Tec #15 1.5-inch heat weld
' DF Fastener with Drill-Tec 2-3/8” DF Barbed Seam Plate :
Min. 22 ga., New or Re-Roof: One or EverGuard PVC DtleI-Te.c XHD Fasten.er or Drill-Tec #15 EHD Ifastener 6-inch o.c. within minimum
. with Drill-Tec 2-3/8 in. Barbed XHD Plate, Drill-Tec . .
S-695 Type B, more layers, any Prelim. N/A Fleeceback or Eyehook AccuSeam Plate, Drill-Tec 2.4” Barbed Seam 6-inch wide laps spaced 54- -60.0
: Grade 33 combination, min. 1.5-inch attach EverGuard PVC 4 ; o ’ A inch o.c. and sealed with a :
steel Recover: (Optional) Note 13 KEE Fleeceback Plate or Drill-Tec 2.4” Scoop Seam Plate or Drill-Tec #15 1.5-inch heat weld
DF Fastener with Drill-Tec 2-3/8” DF Barbed Seam Plate '
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15)
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
EVERGUARD PVC OR EVERGUARD PVC KEE / EVERGUARD #2331 BONDING ADHESIVE OR EVERGUARD #2331 BONDING ADHESIVE H APPLICATIONS:
Structural Opti 1) Min. 0.25-inch DensDeck Pri DEXcell FA GI
c-1. ructural i ygin. 1.5-inch EnergyGuard RA hot asphalt | (OPtional) Min inch DensDeck Priige or RkcellgA Zgss hot asphalt | PVC-BA or PVC-BA-H | -45.0
concrete Mat Roof Board
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso Min. 0.5-inch Structodek High Density Fiberboard Roof
-2. LRF-M LRF-M PVC-BA -82.
¢ concrete Insulation, EnergyGuard Ultra Insulation or EnergyGuard HD Polyiso Cover Board ¢ 825
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
C-3 Structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRF-M Min. 0.5-inch EnergyGuarq HD Polyiso Cover Board or LRF-M PVC-BA or PVC-BA-H -97.5
concrete . EnergyGuard HD Plus Polyiso Cover Board
Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
| Min. 0.25-inch SECUROCK Ultraligh lass-Mat Roof
c-4. structural | lation, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRF-M in. 0.25-ingh SEUASAUIRLG- Coted Glass-Mat Roo LRF-M PVC-BA or PVC-BA-H | -165.0
concrete ) Board
Insulation
Structural (Optional) One or more layer(s), min. 0.5-inch
C-5 concrete EnergyGuard Polyiso Insulation, EnergyGuard RA or LRF-M Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation LRF-M PVC-BA or PVC-BA-H -165.0
EnergyGuard Ultra Polyiso Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-6. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRF-M Min. 1.5-inch Ultra HD Composite Insulation LRF-M PVC-BA or PVC-BA-H -180.0
Insulation
c7 structural |- (Optional) Min. 0.5-inch EnergyGuard Ultra Polyiso LRF-M Min. 1.5-inch Ultra HD Composite Insulation LRF-M PVC-BAor PVC-BA-H | -187.5
concrete Insulation
Structural One or more layer(s), min. 1.5-inch EnergyGuard Polyiso Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Roof
c8 _ yeris), min. . &y Y LRF-M Board or SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch | LRF-M PVC-BAor PVC-BA-H | -232.5
concrete Insulation, EnergyGuard Ultra .
EnergyGuard HD Polyiso Cover Board
-9 Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRE-M None N/A PVC-BA or PVC-BA-H 2925
concrete Insulation, EnergyGuard Ultra
c-10. Structural Min. 0.5-inch SECUROCK Ultralight Coated Glass-Mat !.RF-M, 6- None N/A PVC-BA or PVC-BA-H -405.0
concrete Roof Board inch o.c.
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
C-11. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-_M Min. 0.5-inch EnergyGuarq HD Polyiso Cover Board or LRF-.M PVC-BA or PVC-BA-H -97.5
concrete . Canister EnergyGuard HD Plus Polyiso Cover Board Canister
Insulation
(Optional) One or more layer(s), min. 0.5-inch
LRF- LRF-
C-12. Structural EnergyGuard Polyiso Insulation, EnergyGuard RA or RF.M Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation RF_M PVC-BA or PVC-BA-H -165.0
concrete . . Canister Canister
EnergyGuard Ultra Polyiso Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . .
C-13. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-_M (Optlonal).Mln. 0.25-inch DensDeck Prime or SECUROCK LRF-.M PVC-BA or PVC-BA-H -180.0
concrete Insulation Canister Gypsum-Fiber Roof Board Canister

ONEMO ETC LLC

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC
GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411
TOP OF APPENDIX

PEER-GAF-008.A.R67 for FL3443-R63 (NON-HVHZ)
Revision 67: 08/17/2026
Appendix 1, Page 115 of 177

Certificate of Authorization #32455



NEmoO | etc.e
TABLE 3a: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15)
No. (Note 1) Type Type jgsf[
(Notes 6,7,8) (Notes 6,7,8)
c-14. Structural One or.more layer(s). min. 1.5-inch EnergyGuard Polyiso LRF-_M Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber LRF-.M PVC-BA or PVC-BA-H 9325
concrete Insulation, EnergyGuard RA Canister Roof Board Canister
C-15. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRF—.M None N/A PVC-BA or PVC-BA-H 2475
concrete Insulation Canister
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
C-16. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRF-XF Min. 0.5-inch EnergyGuarc.I HD Polyiso Coger Bgard or LRF-XF PVC-BA or PVC-BA-H -90.0
concrete . EnergyGuard HD Plus Polyiso Cover Board
Insulation
Structural (Optional) One or more layer(s), min. 0.5-inch
C-17. concrete EnergyGuard Polyiso Insulation, EnergyGuard RA or LRF-XF Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation LRF-XF PVC-BA or PVC-BA-H -165.0
EnergyGuard Ultra Polyiso Insulation
. . . (Optional) Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso Roof Board or SECUROCK Gypsum-Fiber Roof Board or min. 0.5-
C-18. Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-XF . . P K . _— LRF-XF PVC-BA or PVC-BA-H -180.0
concrete . inch EnergyGuard HD Polyiso Cover Board or min. 1.5-inch Ultra
Insulation . .
HD Composite Insulation
c-19. | Structural | (Optional) Min. 0.5-inch EnergyGuard Uitra Polyiso LRF-XF Min. 1.5-inch Ultra HD Composite Insulation LRF-XF PVC-BA Or PVC-BA-H | -187.5
concrete Insulation
. . . (Optional) Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat
c-20, | Structural | Oneor more laver(s), min. 1.5-inch EnergyGuard Polyiso | e Roof Board or SECUROCK Gypsum-Fiber Roof Board or min. 0.5- | LRF-XF PVC-BA Or PVC-BA-H | -232.5
concrete Insulation, EnergyGuard Ultra . )
inch EnergyGuard HD Polyiso Cover Board
Structural Min. 0.25-inch DEXcell FA Glass Mat Roof Board or SECUROCK
C-21. concrete Min. 2-inch EnergyGuard RA LRF-XF Gypsum-Fiber Roof Board or min. 0.5-inch EnergyGuard HD LRF-XF PVC-BA or PVC-BA-H -247.5
Polyiso Cover Board
22 | Stuetural | i 1 siinch, min. 1.0 pef, Insulfoam Roofing EPS 08500 Min. 0.25-inch DensDeck Prime or DEXcell FA Glass Mat Roof | 55, PVC-BAOrPVC-BA-H | -45.0
concrete Board or min. 0.5-inch EnergyGuard HD Polyiso Cover Board
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . N
| ! Min. 0.5-inch k High D F Roof
C-23. structura Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso 0B500 n 0,5 inch Structodek High Density Fiberboard Roo 0B500 PVC-BA -82.5
concrete ) Insulation
Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
C-24. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OB500 Min. 0.5-inch EnergyGuaro'I HD Polyiso Cover Board or OB500 PVC-BA or PVC-BA-H -97.5
concrete . EnergyGuard HD Plus Polyiso Cover Board
Insulation
Structural Min. 0.25-inch DensDeck, DensDeck Prime or DEXcell FA Glass
C-25. concrete Min. 2-inch, min. 1.0 pcf, Insulfoam Roofing EPS 0OB500 Mat Roof Board or min. 0.5-inch EnergyGuard HD Polyiso Cover 0OB500 PVC-BA or PVC-BA-H -120.0
Board
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
C-26. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OB500 Min. 0.25-inch SECUROCK Ultralight Coated Glass-Mat Roof OB500 PVC-BA or PVC-BA-H -165.0
concrete = Board
Insulation
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15)
No. (Note 1) Type Type jgsf[
(Notes 6,7,8) (Notes 6,7,8)
Structural (Optional) One or more layer(s), min. 0.5-inch
C-27. concrete EnergyGuard Polyiso Insulation, EnergyGuard RA or 0OB500 Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation OB500 PVC-BA or PVC-BA-H -165.0
EnergyGuard Ultra Polyiso Insulation
. . . (Optional) Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso Roof Board or SECUROCK Gypsum-Fiber Roof Board or min. 0.5-
C-28. Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OB500 . ) P ) - 0OB500 PVC-BA or PVC-BA-H -180.0
concrete . inch EnergyGuard HD Polyiso Cover Board or Min. 1.5-inch Ultra
Insulation . .
HD Composite Insulation
g9, | Structural | (Optional) Min. 0.5-inch EnergyGuard Ultra Polyiso 0B500 Min. 1.5-inch Ultra HD Composite Insulation 0B500 PVC-BAor PVC-BA-H | -187.5
concrete Insulation
Structural One or more layer(s), min. 1.5-inch EnergyGuard Polyiso Min. 0.25-irgh RensOIRQrim g JPRCelFA Glass Mat Roof
C-30. . v ! - &y Y 0OB500 Board or SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch 0OB500 PVC-BA or PVC-BA-H -232.5
concrete Insulation, EnergyGuard Ultra .
EnergyGuard HD Polyiso Cover Board
Structural Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Roof
C-31. One or more layer(s), min. 1.5-inch EnergyGuard RA OB500 Board or SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch OB500 PVC-BA or PVC-BA-H -240.0
concrete )
EnergyGuard HD Polyiso Cover Board
Structural Min. 0.25-inch DEXcell FA Glass Mat Roof Board or SECUROCK
C-32. concrete Min. 2-inch EnergyGuard RA 0OB500 Gypsum-Fiber Roof Board or min. 0.5-inch EnergyGuard HD 0OB500 PVC-BA or PVC-BA-H -247.5
Polyiso Cover Board
c.33. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso 0B500 None N/A PVC-BA or PVC-BA-H 2925
concrete Insulation, EnergyGuard Ultra
Structural . . . .
C-34. concrete Min. 1.5-inch EnergyGuard Polyiso Insulation OB500 None N/A PVC-BA or PVC-BA-H -397.5
C-35. Structural Min. 0.5-inch SECUROCK Ultralight Coated Glass-Mat QBSOO, 6- None N/A PVC-BA or PVC-BA-H -405.0
concrete Roof Board inch o.c.
C-36. Structural Min. 1-inch EnergyGuard Polyiso Insulation, EnergyGuard 0B500 None N/A PVC-BA or PVC-BA-H 5025
concrete RA
EVERGUARD PVC / EVERGUARD PVC QUICK LAY ADHESIVE:
Structural . . . . . .
C-37. concrete Min. 1.5-inch EnergyGuard RA hot asphalt | (Optional) Min. 0.25-inch DensDeck Prime hot asphalt PVC-QL -45.0
Min. 0.5-inch E Guard HD Polyiso C Board
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso Enlzr GL:Z:d nglglgt}/s :;r iso CO\(/)eyrlf;Z)al::Ivz: moiir 1(;r—inch
C-38. Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRF-M gy . 44 . . o LRF-M PVC-QL -97.5
concrete . EnergyGuard Polyiso-HD Composite Insulation or Ultra HD
Insulation . .
Composite Insulation
Structural (Optional) One or more layer(s), min. 0.5-inch
C-39. concrete EnergyGuard Polyiso Insulation, EnergyGuard RA or LRF-M Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation LRF-M PVC-QL -165.0
EnergyGuard Ultra Polyiso Insulation

ONEMO ETC LLC

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC

PEER-GAF-008.A.R67 for FL3443-R63 (NON-HVHZ)

Certificate of Authorization #32455 GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411

TOP OF APPENDIX

Revision 67: 08/17/2026
Appendix 1, Page 117 of 177



TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15)
No. (Note 1) Type Type jgsf[
(Notes 6,7,8) (Notes 6,7,8)
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso (Optional) Min. 0.25-inch DensDeck Prime or SECUROCK
C-40. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRF-M Gypsum-Fiber Roof Board or min. 0.5-inch EnergyGuard HD LRF-M PVC-QL -180.0
Insulation Polyiso Cover Board
. . . Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber
C-41. structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRF-M Roof Board or min. 0.5-inch EnergyGuard HD Polyiso Cover LRF-M PVC-QL -232.5
concrete Insulation, EnergyGuard Ultra
Board
c.a2. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRE-M None N/A pvC-QL 2925
concrete Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
Structural . X LRF-M Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or LRF-M
-43. Insulat E Guard RA or E Guard Ultra Pol PVC-QL -97.
c43 concrete nsu'a !on, nergybuar orEnergybuar rarolyiso Canister EnergyGuard HD Plus Polyiso Cover Board Canister cQ 975
Insulation
(Optional) One or more layer(s), min. 0.5-inch
| . . LRF-M . . . . . LRF-M
C-44. Structura EnergyGuard Polyiso Insulation, EnergyGuard RA or R Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation . PVC-QL -165.0
concrete . . Canister Canister
EnergyGuard Ultra Polyiso Insulation
Structural One or more layer(s), min. 1.5-inch EnergyGuard Polyiso LRF-M Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber LRF-M
C-45. ) . ) PVC-QL -232.5
concrete Insulation, EnergyGuard RA Canister Roof Board Canister
C-6. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRF—'M None N/A pvC.QL 2475
concrete Insulation Canister
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or
C-47. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRF-XF EnergyGuard HD Plus Polyiso Cover Board or min. 1.5-inch Ultra LRF-XF PVC-QL -90.0
Insulation HD Composite Insulation
Structural (Optional) One or more layer(s), min. 0.5-inch
C-48. concrete EnergyGuard Polyiso Insulation, EnergyGuard RA or LRF-XF Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation LRF-XF PVC-QL -165.0
EnergyGuard Ultra Polyiso Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso (Optional) Min. 0.25-inch DensDeck Prime or SECUROCK
C-49. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRF-XF Gypsum-Fiber Roof Board or min. 0.5-inch EnergyGuard HD LRF-XF PVC-QL -180.0
Insulation Polyiso Cover Board
. . . (Optional) Min. 0.25-inch DensDeck Prime or SECUROCK
cs0, | Structural | Oneor more layer(s), min. 1.5-inch EnergyGuard Polyiso | | o Gypsum-Fiber Roof Board or min. 0.5-inch EnergyGuard HD LRF-XF PVC-QL 2325
concrete Insulation, EnergyGuard Ultra .
Polyiso Cover Board
Structural Min. 0.25-inch SECUROCK G -Fiber Roof Board in. 0.5-
C-51. ructural iy in. 2-inch EnergyGuard RA LRF-XF vin inc aypsum-Fber Root Board or min LRF-XF PVC-QL 2475
concrete inch EnergyGuard HD Polyiso Cover Board
Structural Min. 0.25-inch DensDeck Pri in. 0.5-inch E Guard
c-52. FUCtural | ntin. 1.5-inch, min. 1.0 pcf, Insulfoam Roofing EPS 0B500 . B.2o7neh Pensmeci Frime or min. B.57inch Energybuar 0B500 pvC-QL -45.0
concrete HD Polyiso Cover Board
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NEmoO | etc.e
TABLE 3a: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15)
No. (Note 1) Type Type jgsf[
(Notes 6,7,8) (Notes 6,7,8)
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-53. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso 0OB500 Min. 1.5-inch Ultra HD Composite Insulation OB500 PVC-QL -90.0
Insulation
| Min. 0.25-inch DensDeck Pri in. 0.5-inch E
c-sa. | Al i 2linch, min. 1.0 pef, Insulfoam Roofing EPS 0B500 in. 0.25-inch DensDeck Prime or min. 0.5-inch EnergyGuard | 554, pvC-QL -1200
concrete HD Polyiso Cover Board
Structural (Optional) One or more layer(s), min. 0.5-inch
C-55. concrete EnergyGuard Polyiso Insulation, EnergyGuard RA or 0OB500 Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation 0OB500 PVC-QL -165.0
EnergyGuard Ultra Polyiso Insulation
i 1) Min. 0.25-inch DensDeck Pri ECUROCK
Structural | 01 OF more layer(s), min. 0.5-inch EnergyGuard Polyiso Esoptsljr:igib;: RgofSBIcT:rd oe;nr;ineco s-rilr::rem E;:rcueuzfd HD
C-56. Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OB500 yps y: &Y’ 0B500 pvC-QL -180.0
concrete . Polyiso Cover Board or EnergyGuard HD Plus Polyiso Cover
Insulation
Board
c-57. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso 0B500 Min. 0.2.5-|nch DensDeck Prime or min. 0.5-inch EnergyGuard 0B500 pvC-QL 2325
concrete Insulation, EnergyGuard Ultra HD Polyiso Cover Board
Structural Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber
C-58. concrete One or more layer(s), min. 1.5-inch EnergyGuard RA OB500 Roof Board or min. 0.5-inch EnergyGuard HD Polyiso Cover OB500 PVC-QL -240.0
Board
Structural . . . . .
C-59. concrete Min. 2-inch EnergyGuard RA OB500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board 0OB500 PVC-QL -247.5
C-60. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso 0B500 None N/A pvC-QL 2925
concrete Insulation
Structural (Optional) One or more layer(s), min. 1.5-inch Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board or min. 0.5-
C-61. concrete EnergyGuard Polyiso Insulation, EnergyGuard Ultra 0OB500 inch EnergyGuard HD Polyiso Cover Board or EnergyGuard HD 0OB500 PVC-QL -270.0
Polyiso Insulation Plus Polyiso Cover Board
c-62. Structural Min. 1.5-inch EnergyGuard Polyiso Insulation or 0B500 None N/A pvC-QL 3750
concrete EnergyGuard RA
PVC QuUICK SPRAY ADHESIVE APPLICATIONS:
Structural . . . . . .
C-63. concrete Min. 1.5-inch EnergyGuard RA hot asphalt (Optional) Min. 0.25-inch DensDeck Prime hot asphalt PVC-QS -45.0
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso LRF-M or Min. 0.25-inch DensDeck anpf’ DEXcell FA Glass M?t ROOf. LRF-M or
C-64. . R . Board or SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch PVC-QS -45.0*
concrete Insulation or EnergyGuard Ultra Polyiso Insulation 0OB500 . 0OB500
EnergyGuard HD Polyiso Cover Board
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or
C-65. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRF-M EnergyGuard HD Plus Polyiso Cover Board or min. 1.5-inch Ultra LRF-M PVC-QS -97.5
Insulation HD Composite Insulation
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15)
No. (Note 1) Type Type jgsf[
(Notes 6,7,8) (Notes 6,7,8)
Structural (Optional) One or more layer(s), min. 0.5-inch
C-66. concrete EnergyGuard Polyiso Insulation, EnergyGuard RA or LRF-M Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation LRF-M PVC-QS -165.0
EnergyGuard Ultra Polyiso Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . . .
C-67. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRF-M Min. 0.2.5-|nch DensDeck Prime or min. 0.5-inch EnergyGuard LRF-M PVC-QS -180.0
concrete . HD Polyiso Cover Board
Insulation
C-68. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRE-M Min. 0.2.5-|nch DensDeck Prime or min. 0.5-inch EnergyGuard LRE-M PVC-QS 2100
concrete Insulation, EnergyGuard Ultra HD Polyiso Cover Board
C-69. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRE-M None N/A pVC-QS 2925
concrete Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
C-70. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-.M Min. Ogginch EnergyGuarc.I HD Polyiso Cover Board or LRF-.M PVC-QS -97.5
concrete . Canister EnergyGuard HD Plus Polyiso Cover Board Canister
Insulation
(Optional) One or more layer(s), min. 0.5-inch
| . . LRF-M . . . . . LRF-M
C-71. Structura EnergyGuard Polyiso Insulation, EnergyGuard RA or . Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation . PVC-QS -165.0
concrete . . Canister Canister
EnergyGuard Ultra Polyiso Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-72. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-.M Min. 0.25-inch DensDeck Prime LRF-.M PVC-QS -180.0
concrete . Canister Canister
Insulation
c.73. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRF-.M Min. 0.25-inch DensDeck Prime LRF-.M PVC-QS 2100
concrete Insulation, EnergyGuard RA Canister Canister
c.7a. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRF-.M None N/A PVC-QS 2475
concrete Insulation Canister
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or
C-75. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRF-XF EnergyGuard HD Plus Polyiso Cover Board or min. 1.5-inch Ultra LRF-XF PVC-QS -90.0
Insulation HD Composite Insulation
Structural (Optional) One or more layer(s), min. 0.5-inch
C-76. concrete EnergyGuard Polyiso Insulation, EnergyGuard RA or LRF-XF Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation LRF-XF PVC-QS -165.0
EnergyGuard Ultra Polyiso Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . . .
C-77. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRF-XF Min. 0'2,5 inch DensDeck Prime or min. 0.5-inch EnergyGuard LRF-XF PVC-QS -180.0
concrete . HD Polyiso Cover Board
Insulation
C.78. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRE-XE Min. 0.2.5-|nch DensDeck Prime or min. 0.5-inch EnergyGuard LRE-XF PVC.QS 2100
concrete Insulation, EnergyGuard Ultra HD Polyiso Cover Board
c.79. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRE-XE None N/A PVC.QS 2325
concrete Insulation

ONEMO ETC LLC

Certificate of Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC

GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411
TOP OF APPENDIX

PEER-GAF-008.A.R67 for FL3443-R63 (NON-HVHZ)

Revision 67: 08/17/2026

Appendix 1, Page 120 of 177



TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15)
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
c.go. | Stuctural i 1 Seinch, min. 1.0 pef, Insulfoam Roofing EPS 0B500 Min. 0.25-inch DensDeck Prime or min. 0.5-inch EnergyGuard 0B500 PVC-QS 45.0
concrete HD Polyiso Cover Board
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-81. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OB500 Min. 1.5-inch Ultra HD Composite Insulation OB500 PVC-QS -90.0
Insulation
cga, | Stuctural i 2inch, min. 1.0 pef, Insulfoam Roofing EPS 0B500 Min. 0.25-inch DensDeck Prime or min. 0.5-inch EnergyGuard | 555, PVC-QS -120.0
concrete HD Polyiso Cover Board
Structural (Optional) One or more layer(s), min. 0.5-inch
C-83. concrete EnergyGuard Polyiso Insulation, EnergyGuard RA or 0OB500 Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation 0OB500 PVC-QS -165.0
EnergyGuard Ultra Polyiso Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber
C-84. Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OB500 Roof Board or min. 0.5-inch EnergyGuard HD Polyiso Cover OB500 PVC-QS -180.0
concrete ) -
Insulation Board or EnergyGuard HD Plus Polyiso Cover Board
One or more layer(s), min. 1.5-inch EnergyGuard Polyiso . . . . .
| . . Min. 0.25-inch DensDeck P .0.5-inch E
cgs, | Structural 1 ulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OBS00 in. 0.25-inch DensDeck Prime or min. 0.5-inch EnergyGuard 0B500 PVC-QS -210.0
concrete . HD Polyiso Cover Board
Insulation
One or more layer(s), min. 1.5-inch EnergyGuard Polyiso . ’ . . .
C-86. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OB500 . 0.§25-|nch DensDeck Prime or min. 0.5-inch EnergyGuard OB500 PVC-QS -232.5
concrete . HD Polyiso Cover Board
Insulation
c-87. Structural One or.more layer(s), min. 1.5-inch E.nergyGuard Polyiso 0B500 None N/A PVC-QS 2925
concrete Insulation or EnergyGuard Ultra Polyiso Insulation
(Optional) One or more layer(s), min. 1.5-inch . . .
cgs, | Stuaural | evGuard Polyiso Insulation, EnergyGuard RA or 0B500 Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or 0B500 PVC-QS -270.0
concrete . . EnergyGuard HD Plus Polyiso Cover Board
EnergyGuard Ultra Polyiso Insulation
Structural One or more layer(s), min. 1.5-inch EnergyGuard Polyiso
C-89. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OB500 Min. 0.625-inch SECUROCK Gypsum-Fiber Roof Board 0OB500 PVC-QS -270.0
Insulation
Structural Min. 1.5-inch EnergyGuard Polyiso Insulation,
C-90. 0B500 N N/A PVC-QS -375.
concrete EnergyGuard Ultra Polyiso Insulation or EnergyGuard RA one / Q 3750
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN HOT ASPHALT:
Structural
Min. 1.5-inch E Guard Ultra Polyiso | lati
C-91. concrete n ineh Energytuar raFolyiso Insulation, hot asphalt Min. 0.25-inch DensDeck hot asphalt PVCF-HA -45.0
. EnergyGuard RA
(primed)
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-92. concrete Insulation, EnergyGuard Ultra Polyiso Insulation, hot asphalt None N/A PVCF-HA -382.5
(primed) EnergyGuard RA,
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15)
No. (Note 1) Type Type jgsf[
(Notes 6,7,8) (Notes 6,7,8)
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-93. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso 0OB500 Min. 0.25-inch DensDeck 0OB500 PVCF-HA -45.0
Insulation
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN EVERGUARD WB181 BONDING ADHESIVE:
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
C-94. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRF-M Min. 0.5-inch EnergyGuarc.I HD Polyiso Coger Bgard or LRF-M PVCF-WB -97.5
concrete . EnergyGuard HD Plus Polyiso Cover Board
Insulation
Structural (Optional) One or more layer(s), min. 0.5-inch
C-95. concrete EnergyGuard Polyiso Insulation, EnergyGuard RA or LRF-M Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation LRF-M PVCF-WB -165.0
EnergyGuard Ultra Polyiso Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso (Optional) Min. 0.25-inch DensDeck Prime or SECUROCK
C-96. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRF-M Gypsum-Fiber Roof Board or min. 1.5-inch Ultra HD Composite LRF-M PVCF-WB -180.0
Insulation Insulation
cg7. | Structural | (Optional) Min. 0.5-inch EnergyGuard Ultra Polyiso LRF-M Min. 1.5-inch Ultra HD Composite Insulation LRF-M PVCF-WB -187.5
concrete Insulation
C-08. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRE-M Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber LRE-M PVCE-WB 2325
concrete Insulation, EnergyGuard Ultra Roof Board
C-99. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRE-M N\ N N/A PVCE-WB 2925
concrete Insulation, EnergyGuard Ultra
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
| ’ LRF-M Min. 0.5-inch E HD Pol B LRF-M
C-100. structura Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso RF. in. 0.5-inc nergyGuarc? olyiso Cover Board or . PVCF-WB -97.5
concrete . Canister EnergyGuard HD Plus Polyiso Cover Board Canister
Insulation
(Optional) One or more layer(s), min. 0.5-inch
Structural LRF-M LRF-M
C-101. ructura EnergyGuard Polyiso Insulation, EnergyGuard RA or . Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation . PVCF-WB -165.0
concrete . . Canister Canister
EnergyGuard Ultra Polyiso Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . .
| ’ LRF-M Min. 0.25-inch DensDeck P ECUROCK -F LRF-M
C-102. structura Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso . in. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber . PVCF-WB -180.0
concrete . Canister Roof Board Canister
Insulation
Structural One or more layer(s), min. 1.5-inch EnergyGuard Polyiso LRF-M Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber LRF-M
C-103. ) . . PVCF-WB -232.5
concrete Insulation, EnergyGuard RA Canister Roof Board Canister
c-104. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRF—'M None N/A PVCE-WB 2475
concrete Insulation Canister
Structural (Optional) One or more layer(s), min. 0.5-inch
C-105. concrete EnergyGuard Polyiso Insulation, EnergyGuard RA or LRF-XF Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation LRF-XF PVCF-WB -165.0
EnergyGuard Ultra Polyiso Insulation
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15)
No. (Note 1) Type Type jgsf[
(Notes 6,7,8) (Notes 6,7,8)
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . .
Structural . K Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber
C-106. concrete Insulat!on, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRF-XF Roof Board or min. 1.5-inch Ultra HD Composite Insulation LRF-XF PVCF-WB -180.0
Insulation
c-107, | Structural | (Optional) Min. 0.5-inch EnergyGuard Ultra Polyiso LRF-XF Min. 1.5-inch Ultra HD Composite Insulation LRF-XF PVCF-WB -187.5
concrete Insulation
C-108. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRE-XF Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber LRE-XE PVCE-WB 2325
concrete Insulation, EnergyGuard Ultra Roof Board
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
| . . Min. 0.5-inch E HD Pol B
109, | Structural o Sulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OB500 in. 0.5-inch EnergyGuard HD Polyiso Cover Board or 0B500 PVCF-WB -97.5
concrete . EnergyGuard HD Plus Polyiso Cover Board
Insulation
Structural (Optional) One or more layer(s), min. 0.5-inch
C-110. concrete EnergyGuard Polyiso Insulation, EnergyGuard RA or OB500 Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation OB500 PVCF-WB -165.0
EnergyGuard Ultra Polyiso Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso (Optional) Min. 0.25-inch DensDeck Prime or SECUROCK
C-111. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OB500 Gypsum-Fiber Roof Board or min. 1.5-inch Ultra HD Composite 0OB500 PVCF-WB -180.0
Insulation Insulation
112, | Structural | (Optional) Min. 0.5-inch EnergyGuard Ultra Polyiso 0B500 Min. 1.5-inch Ultra HD Composite Insulation 0B500 PVCF-WB -187.5
concrete Insulation
Structural . .
C-113. concrete One or more layer(s), min. 1.5-inch EnergyGuard RA 0OB500 None N/A PVCF-WB -225.0
c-114. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso 0B500 Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber 0B500 PVCE-WB 2325
concrete Insulation, EnergyGuard Ultra Roof Board
c11s, | Stuetural oo o more layer(s), min. 1.5-inch EnergyGuard RA 0B500 Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber 0B500 PVCF-WB 2400
concrete Roof Board
C-116. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso 0B500 None N/A PVCE-WB 2925
concrete Insulation, EnergyGuard Ultra
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN LRF ADHESIVE M OR LRF ADHESIVE O:
in. 0.25-i DensD i DE -LM, 12-i
c-117. Structural Min. 1-inch EnergyGuard RA LRE-M Min. 0.25-inch DensDeck Prime or DEXcell FA Glass Mat Roof LRE-M PVCF-LM, inch 375
concrete Board o.c.
c-118 Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, LRE-M Additional optional layers base insulation followed by Min. 0.25- LRE-M PVCF-LM, 12-inch 375
’ concrete EnergyGuard Ultra inch DensDeck Prime or DEXcell FA Glass Mat Roof Board o.c. ’
Structural PVCF-LM or PVCF-LO
C-119. TUCtUTa 1 Min, 1.5-inch EnergyGuard RA LRF-M (Optional) Additional layers base insulation LRF-M oo | -as.0
concrete 12-inch o.c.
Structural . . . . . .
C-120. concrete Min. 1-inch EnergyGuard RA LRF-M Min. 0.25-inch DensDeck Prime LRF-M PVCF-LO, 12-inch o.c. -45.0
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15)
No. (Note 1) Type Type jgsf[
(Notes 6,7,8) (Notes 6,7,8)
121, Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, LRE-M Addltlonal optlon.al layers base insulation followed by Min. 0.25- LRE-M PVCF-LO, 12-inch o.c. 450
concrete EnergyGuard Ultra inch DensDeck Prime
Structural PVCF-LM or PVCF-LO
c-122. ructural iy in. 1-inch EnergyGuard RA LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-M --LMor " | 450
concrete 12-inch o.c.
| PVCF-LM, 12-inch
Ca23, | Structural i 1iinch EnergyGuard RA LRF-M Min. 0.25-inch DEXcell FA Glass Mat Roof Board LRF-M CF-LM, 12-inc -45.0
concrete o.c.
Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, Additional optional layers base insulation followed by Min. 0.25- PVCF-LM or PVCF-LO,
C-124. LRF-M . ) LRF-M - -45.0
concrete EnergyGuard Ultra inch SECUROCK Gypsum-Fiber Roof Board 12-inch o.c.
c-125 Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, LRE-M Additional optional layers base insulation followed by Min. 0.25- LRE-M PVCF-LM, 12-inch 45.0
’ concrete EnergyGuard Ultra inch DEXcell FA Glass Mat Roof Board o.c. ’
c-126 Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, LRE-M (Optional) Additional layers base insulation and/or min. 0.25- LRE-M PVCF-LM or PVCF-LO, -60.0
’ concrete EnergyGuard Ultra Polyiso Insulation, EnergyGuard RA, inch DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board 12-inch o.c. ’
Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, (Optional) Additional layers base insulation and/or min. 0.25- PVCF-LM, 12-inch
C-127. . - LRF-M . LRF-M -60.0
concrete EnergyGuard Ultra Polyiso Insulation, EnergyGuard RA, inch DEXcell FA Glass Mat Roof Board o.c.
Structural (Optional) Min. 0.5-inch EnergyGuard Polyiso Insulation, Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation or PVCF-LM or PVCF-LO,
C-128. LRF-M . . LRF-M . -60.0
concrete EnergyGuard Ultra Ultra HD Composite Insulation 12-inch o.c.
| PVCF-LM or PVCF-L!
C-129. structura (Optional) Min. 0.5-inch EnergyGuard Polyiso Insulation LRF-M Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation LRF-M C or PVCF-LO, -165.0
concrete 12-inch o.c.
Structural Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Roof PVCF-LM, 12-inch
-130. Min. 1.5-inch E Polyiso | lati LRF-M - LRF-M ! -67.
¢-130 concrete in. 1.5-inch EnergyGuard Polyiso Insulation Board or SECUROCK Gypsum-Fiber Roof Board o.c. 67.5
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . .
C-131. Structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRE-M Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber LRE-M PYCF—LM or PVCF-LO, -180.0
concrete . Roof Board 4-inch o.c.
Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-132. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRF-M Min. 0.25-inch DEXcell FA Glass Mat Roof Board LRF-M PVCF-LM, 4-inch o.c. -180.0
Insulation
(Optional) One or more layer(s), min. 0.5-inch
Structural PVCF-LM or PVCF-LO
C-133. ructural e ergyGuard Polyiso Insulation, EnergyGuard RA or LRF-M Min. 1.5-inch Ultra HD Composite Insulation LRF-M -oLMor | -180.0
concrete X X 12-inch o.c.
EnergyGuard Ultra Polyiso Insulation
c-134. Structural Mln. 0.25-inch DensDeck Prime or SECUROCK Gypsum- LRE-M None N/A P\{CF—LM or PVCF-LO, -195.0
concrete Fiber Roof Board 4-inch o.c.
C-135. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRE-M None N/A PVCF-LM, 4-inch o.c. 2100
concrete Insulation
Structural Min. 1.5-inch EnergyGuard Polyiso Insulation, LRF-M Additional optional layers base insulation followed by Min. 0.25- | LRF-M PVCF-LM, 12-inch
C-136. A . . ) -37.5
concrete EnergyGuard RA Canister inch DensDeck Prime Canister o.c.
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15)
No. (Note 1) Type Type jgsf[
(Notes 6,7,8) (Notes 6,7,8)
C-137. structural Min. 1.5-inch EnergyGuard RA LRF—_M (Optional) Additional layers base insulation LRF-.M PV(;F-LM or PVCF-LO, -45.0
concrete Canister Canister 12-inch o.c.
C-138. Structural Min. 1.5-inch EnergyGuard Polyiso Insulation, LRF—.M Addltlonal optlon.al layers base insulation followed by Min. 0.25- LRF—.M PVCF-LO, 12-inch o.c. -45.0
concrete EnergyGuard RA Canister inch DensDeck Prime Canister
c-139 Structural Min. 1.5-inch EnergyGuard Polyiso Insulation, LRF-M Additional optional layers base insulation followed by Min. 0.25- | LRF-M PVCF-LM or PVCF-LO, 45.0
’ concrete EnergyGuard RA Canister inch SECUROCK Gypsum-Fiber Roof Board Canister 12-inch o.c. ’
C-140 Structural Min. 1.5-inch EnergyGuard Polyiso Insulation, LRF-M (Optional) Additional layers base insulation and/or min. 0.25- LRF-M PVCF-LM or PVCF-LO, 60.0
’ concrete EnergyGuard RA Canister inch DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board Canister 12-inch o.c. ’
Structural (Optional) Min. 1.5-inch EnergyGuard Polyiso Insulation, LRF-M . . . . . LRF-M PVCF-LM or PVCF-LO,
C-141. concrete EnergyGuard RA Canister Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation Canister 12-inch o.c. -165.0
Structural Min. 1.5-inch EnergyGuard Polyiso Insulation, LRF-M Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber LRF-M PVCF-LM, 12-inch
C-142. . . -67.5
concrete EnergyGuard RA Canister Roof Board Canister o.c.
Structural | One Or more layer(s), min. 0.5-inch EnergyGuard Polviso | o\, Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber LRF-M PVCF-LM or PVCF-LO,
C-143. Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso . . R -180.0
concrete ) Canister Roof Board Canister 4-inch o.c.
Insulation
C-144. Structural Mln. 0.25-inch DensDeck Prime or SECUROCK Gypsum- LRF-.M None N/A PYCF-LM or PVCF-LO, 1950
concrete Fiber Roof Board Canister 4-inch o.c.
C-145. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRF-.M None N/A PVCF-LM, 4-inch o.c. 2100
concrete Insulation Canister
C-146 Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, LRE-XF Additional optional layers base insulation followed by min. 0.25- LRE-XE PVCF-LM, 12-inch 375
’ concrete EnergyGuard Ultra inch DensDeck Prime or DEXcell FA Glass Mat Roof Board o.c. ’
c-147. Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, LRE-XE Addltlonal optlon.al layers base insulation followed by min. 0.25- LRE-XF PVCF-L0, 12-inch o.c. -45.0
concrete EnergyGuard Ultra inch DensDeck Prime
Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, Additional optional layers base insulation followed by min. 0.25- PVCF-LM or PVCF-LO,
C-148. LRF-XF . . LRF-XF . -45.0
concrete EnergyGuard Ultra inch SECUROCK Gypsum-Fiber Roof Board 12-inch o.c.
C-149. Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, LRE-XF Addltlonal optional layers base insulation followed by min. 0.25- LRE-XE PVCF-LM, 12-inch 45.0
concrete EnergyGuard Ultra inch DEXcell FA Glass Mat Roof Board o.c.
C-150 Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, LRE-XE (Optional) Additional layers base insulation and/or min. 0.25- LRF-XF PVCF-LM or PVCF-LO, -60.0
’ concrete EnergyGuard Ultra Polyiso Insulation, EnergyGuard RA inch DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board 12-inch o.c. ’
c-151 Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, LRE-XE (Optional) Additional layers base insulation and/or min. 0.25- LRF-XF PVCF-LM, 12-inch -60.0
’ concrete EnergyGuard Ultra Polyiso Insulation, EnergyGuard RA inch DEXcell FA Glass Mat Roof Board o.c. ’
Structural (Optional) Min. 0.5-inch EnergyGuard Polyiso Insulation, Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation or PVCF-LM or PVCF-LO,
C-152. LRF-XF . . LRF-XF . -60.0
concrete EnergyGuard Ultra Ultra HD Composite Insulation 12-inch o.c.
-L -L
C-153. i:r:jccrt:t?l (Optional) Min. 0.5-inch EnergyGuard Polyiso Insulation LRF-XF Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation LRF-XF Fl)\Z/—(i:ricthl) Zr PVCF-LO, -165.0
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15)
No. (Note 1) Type Type jgsf[
(Notes 6,7,8) (Notes 6,7,8)
Structural | ONe Or more laver(s), min. 0.5-inch EnergyGuard Polyiso Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber PVCF-LM or PVCF-LO
C-154. Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRF-XF L s LRF-XF . ! -180.0
concrete . Roof Board 4-inch o.c.
Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-155. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRF-XF Min. 0.25-inch DEXcell FA Glass Mat Roof Board LRF-XF PVCF-LM, 4-inch o.c. -180.0
Insulation
(Optional) One or more layer(s), min. 0.5-inch
| . . . . . . PVCF-LM or PVCF-LO,
c1s6. | Structural g reyGuard Polyiso Insulation, EnergyGuard RA or LRF-XF Min. 1.5-inch Ultra HD Composite Insulation LRF-XF CRLMor PVCF-LO, | 1500
concrete . . 12-inch o.c.
EnergyGuard Ultra Polyiso Insulation
C-157. Structural Mln. 0.25-inch DensDeck Prime or SECUROCK Gypsum- LRE-XE None N/A P\{CF—LM or PVCF-LO, 195.0
concrete Fiber Roof Board 4-inch o.c.
C-158. Structural Min. 1-inch EnergyGuard RA 0B500 Min. 0.25-inch DensDeck Prime or DEXcell FA Glass Mat Roof 0B500 PVCF-LM, 12-inch 375
concrete Board o.c.
C-159. Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, 0B500 Addltlonal optlon:al layers base insulation followed by min. 0.25- 0B500 PVCF-LM, 12-inch 375
concrete EnergyGuard Ultra inch DensDeck Prime or DEXcell FA Glass Mat Roof Board o.c.
Structural . . Additional optional layers base insulation followed by min. 0.25- .
C-160. concrete Min. 1.5-inch EnergyGuard RA 0OB500 inch DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board OB500 PVCF-LO, 12-inch o.c. 37.5
| PVCF-LM or PVCF-L!
C-161. structura Min. 1.5-inch EnergyGuard RA 0OB500 (Optional) Additional layers base insulation 0OB500 C or PVCF-LO, -45.0
concrete 12-inch o.c.
Structural . . . . . .
C-162. concrete Min. 1-inch EnergyGuard RA 0OB500 Min. 0.25-inch DensDeck Prime 0OB500 PVCF-LO, 12-inch o.c. -45.0
C-163. Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, 0B500 Addltlonal optlon:al layers base insulation followed by min. 0.25- 0B500 PVCF-LO, 12-inch o.c. _45.0
concrete EnergyGuard Ultra inch DensDeck Prime
caea. | Stuctural i 1inch EnergyGuard RA 0B500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board 0B500 PVCFLMOrPVCFLO, | 45
concrete 12-inch o.c.
C165. | Struetural i 1linch EnergyGuard RA 0B500 Min. 0.25-inch DEXcell FA Glass Mat Roof Board 0B500 PVCF-LM, 12-inch -45.0
concrete o.c.
C-166. Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, 0B500 Addltlonal optional layers !oase insulation followed by min. 0.25- 0B500 PV(;F—LM or PVCF-LO, 450
concrete EnergyGuard Ultra inch SECUROCK Gypsum-Fiber Roof Board 12-inch o.c.
Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, Additional optional layers base insulation followed by min. 0.25- PVCF-LM, 12-inch
C-167. 0OB500 0OB500 -45.0
concrete EnergyGuard Ultra inch DEXcell FA Glass Mat Roof Board o.c.
Structural
C-168. Corr:‘ccr:tf Min. 1.5-inch EnergyGuard RA 0B500 (Optional) Additional layer of base insulation 0B500 PVCF-LO, 12-incho.c. | -45.0
Structural Min. 0.25-inch DensDeck Pri SECUROCK G -Fib
C-169. FUCtUTa 1 One or more layers Min. 1.5-inch EnergyGuard RA 0B500 " inch bensbeck Frime or ypsum-iber 0B500 PVCF-LO, 12-inch o.c. | -45.0
concrete Roof Board
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NEmoO | etc.e
TABLE 3a: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15)
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
c-170 Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, 0B500 (Optional) Additional layers base insulation and/or min. 0.25- 0B500 PVCF-LM or PVCF-LO, -60.0
’ concrete EnergyGuard Ultra Polyiso Insulation, EnergyGuard RA, inch DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board 12-inch o.c. ’
C-171. Structural Min. 0.5-inch EnergyGu.ard Ponls? Insulation, 0B500 FOptlonaI) Additional layers base insulation and/or min. 0.25- OB500 PVCF-LM, 12-inch -60.0
concrete EnergyGuard Ultra Polyiso Insulation, EnergyGuard RA, inch DEXcell FA Glass Mat Roof Board o.c.
c-172. Structural (Optional) Min. 0.5-inch EnergyGuard Polyiso Insulation, 0B500 Min. 1.5-inch Ene.rgyGuard .Poly|so—HD Composite Insulation or 0B500 PV;F—LM or PVCF-LO, -60.0
concrete EnergyGuard Ultra Ultra HD Composite Insulation 12-inch o.c.
(Optional) One or more layer(s), min. 0.5-inch
| PVCF-LM or PVCF-L!
C-173. structura EnergyGuard Polyiso Insulation, EnergyGuard RA or 0OB500 Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation 0OB500 .C or PVCF-LO, -165.0
concrete X . 4-inch o.c.
EnergyGuard Ultra Polyiso Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . .
c-174. Structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OBS00 Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber 0B500 P\{CF LM or PVCF-LO, -180.0
concrete . Roof Board 4-inch o.c.
Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-175. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OB500 Min. 0.25-inch DEXcell FA Glass Mat Roof Board 0OB500 PVCF-LM, 4-inch o.c. -180.0
Insulation
(Optional) One or more layer(s), min. 0.5-inch
Structural PVCF-LM or PVCF-LO
c-176. rUCtural 1 EnergyGuard Polyiso Insulation, EnergyGuard RA or 0B500 Min. 1.5-inch Ultra HD Composite Insulation 0B500 : l " | -180.0
concrete . . 4-inch o.c.
EnergyGuard Ultra Polyiso Insulation
c-177. Structural Mln. 0.25-inch DensDeck Prime or SECUROCK Gypsum- 0B500 None N/A PYCF—LM or PVCF-LO, 195.0
concrete Fiber Roof Board 4-inch o.c.
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN SPATTER APPLICATIONS:
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
| N Min. 0.5-inch E HD Pol B
c17s. | Structural o Ulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRF-M in. 0.5-inch EnergyGuard HD Polyiso Cover Board or LRF-M PVCF-XF or PVCF-0B | -90.0
concrete ) EnergyGuard HD Plus Polyiso Cover Board
Insulation
Structural (Optional) One or more layer(s), min. 0.5-inch
C-179. concrete EnergyGuard Polyiso Insulation, EnergyGuard RA or LRF-M Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation LRF-M PVCF-XF or PVCF-OB -165.0
EnergyGuard Ultra Polyiso Insulation
Structural (Optional) One or more layer(s), min. 0.5-inch
C-180. concrete EnergyGuard Polyiso Insulation, EnergyGuard RA or LRF-M Min. 1.5-inch Ultra HD Composite Insulation LRF-M PVCF-XF or PVCF-OB -180.0
EnergyGuard Ultra Polyiso Insulation
C-181. Structural One or.more layer(s), min. 0.5-inch EnergyGuard Polyiso LRE-M None N/A PVCE-XE or PVCE-OB -180.0
concrete Insulation, EnergyGuard Ultra
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . .
C-182. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRF-M Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber LRF-M PVCF-XF or PVCF-OB -180.0
concrete . Roof Board
Insulation
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NEmoO | etc.e
TABLE 3a: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15)
No. (Note 1) Type Type jgsf[
(Notes 6,7,8) (Notes 6,7,8)
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-183. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-M Min. 0.25-inch DEXcell FA Glass Mat Roof Board LRF-M PVCF-XF -180.0
Insulation
C-184. Structural Mln. 0.25-inch DensDeck Prime or SECUROCK Gypsum- LRE-M None N/A PVCEXF or PVCE-OB 195.0
concrete Fiber Roof Board
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
| . . LRF-M Min. 0.5-inch E HD Pol B LRF-M
c-185. | U@ slation, EnergyGuard RA or EnergyGuard Ultra Polyiso : in. 0.5-inch Enerzy Sy HD Palyiso Co fegggfard or : PVCF-XF or PVCF-OB | -90.0
concrete . Canister EnergyGuard HD Plus Polyiso Cover Board Canister
Insulation
(Optional) One or more layer(s), min. 0.5-inch
C-186. Structural EnergyGuard Polyiso Insulation, EnergyGuard RA or LRF_M Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation LRF,M PVCF-XF or PVCF-OB -165.0
concrete . . Canister Canister
EnergyGuard Ultra Polyiso Insulation
Structural One or.more layer(s), min. 0.5-inch EnergyGuard Polyléo LRE-M
C-187. Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso R None N/A PVCF-XF or PVCF-OB -180.0
concrete . Canister
Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . .
C-188. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-.M Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber LRF-.M PVCF-XF or PVCF-OB -180.0
concrete . Canister Roof Board Canister
Insulation
C-189. Structural Mln. 0.25-inch DensDeck Prime or SECUROCK Gypsum- LRF-.M None N/A PVCEXF or PVCE-OB 195.0
concrete Fiber Roof Board Canister
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
| Min. 0.5-inch E HD Pol B
c-190. | Ul g lation, EnergyGuard RA or EnergyGuard Ultra Polyiso | LRE-XF in. 0.5-inch EnergyGuiard HD Polyiso Cover Board or LRF-XF PVCF-XF or PVCF-0B | -90.0
concrete ) EnergyGuard HD Plus Polyiso Cover Board
Insulation
Structural (Optional) One or more layer(s), min. 0.5-inch
C-191. concrete EnergyGuard Polyiso Insulation, EnergyGuard RA or LRF-XF Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation LRF-XF PVCF-XF or PVCF-OB -165.0
EnergyGuard Ultra Polyiso Insulation
Structural (Optional) One or more layer(s), min. 0.5-inch
C-192. concrete EnergyGuard Polyiso Insulation, EnergyGuard RA or LRF-XF Min. 1.5-inch Ultra HD Composite Insulation LRF-XF PVCF-XF or PVCF-OB -180.0
EnergyGuard Ultra Polyiso Insulation
C-193. Structural One or.more layer(s), min. 0.5-inch EnergyGuard Polyiso LRE-XF None N/A PVCE-XE or PVCE-OB -180.0
concrete Insulation, EnergyGuard Ultra
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . .
.0.25- DensD E -
C-194. Structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-XF Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber LRF-XF PVCF-XF or PVCF-OB -180.0
concrete . Roof Board
Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-195. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-XF Min. 0.25-inch DEXcell FA Glass Mat Roof Board LRF-XF PVCF-XF -180.0
Insulation
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NEmoO | etc.e
TABLE 3a: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15
No. (Note 1) Type Type jpsf[
(Notes 6,7,8) (Notes 6,7,8)

C-196. Structural Mln. 0.25-inch DensDeck Prime or SECUROCK Gypsum- LRE-XF None LRE-XF PVCE-XE or PVCE-OB -195.0

concrete Fiber Roof Board
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .

C-197. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OB500 Min. 0.5-inch EnergyGuarc.I HD PO BN OB500 PVCF-XF or PVCF-OB -90.0

concrete EnergyGuard HD Plus Polyiso Cover Board

Insulation

(Optional) One or more layer(s), min. 0.5-inch

C-198. i;r:cc::t? EnergyGuard Polyiso Insulation, EnergyGuard RA or 0OB500 Min. 1.5-inch EnergyGuard Polyiso-HD Composite Insulation 0OB500 PVCF-XF or PVCF-OB -165.0
EnergyGuard Ultra Polyiso Insulation
Structural (Optional) One or more layer(s), min. 0.5-inch

C-199. EnergyGuard Polyiso Insulation, EnergyGuard RA or OB500 Min. 1.5-inch Ultra HD Composite Insulation OB500 PVCF-XF or PVCF-OB -180.0

concrete EnergyGuard Ultra Polyiso Insulation
€-200. Structural One or.more layer(s), min. 0.5-inch EnergyGuard Polyiso 0B500 None N/A PVCEXF or PVCF-OB -180.0
concrete Insulation, EnergyGuard Ultra
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . .
| . . Min. 0.25-inch DensDeck P ECUROCK -F
c-201. | U@L g lation, EnergyGuard RA or EnergyGuard Ultra Polyiso | 0BS00 "My 025-inglh DensDeck Prime or SECUROCK Gypsum-Fiber 0B500 PVCF-XF or PVCF-0B | -180.0
concrete ) Roof Board
Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-202. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OB500 Min. 0.25-inch DEXcell FA Glass Mat Roof Board OB500 PVCF-XF -180.0
Insulation
C-203. Structural Mln. 0.25-inch DensDeck Prime or SECUROCK Gypsum- 0B500 None N/A PVCEXF or PVCE-OB 195.0
concrete Fiber Roof Board
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TABLE 38: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE anp CAP PLY
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System |  Deck L prvoers g b — = MDP
ttac ttac
No. (Note 1) (psf)
o Type (Notes 6,7,8) Type (Notes 6,7,8) RES DI
ASPHALT-APPLIED BASE PLY:
Min. 0.25-inch DensDeck, DensDeck Prime or
Structural (Optional) Min. 0.5-inch EnergyGuard Polyiso SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch PVCF-LM (12-inch o.c.) or
¢-204. concrete Insulation, EnergyGuard Ultra hot asphalt Structodek High Density Fiberboard Roof Insulation or hotasphalt | SBS-AA PVCF-LO (12-inch o.c.) -60.0
min. 0.4375-inch DEXcell Cement Roof Board
. . . . Min. O..5-|nch St.ructode.k High Density Fiberboard Roof PVCF-HA, PVCF-LM (4-inch
Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, Insulation or min. 0.25-inch DensDeck, DensDeck R
C-205. hot asphalt X K . hot asphalt | SBS-AA o.c.), PVCF-LO (4-inch o.c.) or -150.0
concrete EnergyGuard Ultra Prime, SECUROCK Gypsum-Fiber Roof Board or min. PVCF-OB
0.4375-inch DEXcell Cement Roof Board
Structural Min. 0.5-inch Structodek High Density PVCF-HA, PVCF-LM (4-inch
C-206. concrete Fiberboard Roof Insulation or min. 0.4375- hot asphalt | None N/A SBS-AA o.c.), PVCF-LO (4-inch o.c.) or -165.0
inch DEXcell Cement Roof Board PVCF-OB
. . . PVCF-HA, PVCF-LM (4-inch
C-207. Structural Min. 1.-5-|nch EnergyGuard Ultra Polyiso hot asphalt | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board hot asphalt | SBS-AA 0.c.), PVCF-LO (4-inch o.c.) or -225.0
concrete Insulation, EnergyGuard RA
PVCF-OB
. . . . PVCF-HA, PVCF-LM (4-inch
C-208. structural Min. 1.5-inch EnergyGuard RA hot asphalt Min. 0.2.5—|nch Qps"Rgk or DensDeck Prime or min. hot asphalt | SBS-AA o.c.), PVCF-LO (4-inch o.c.) or -240.0
concrete 0.4375-inch DEXcell Cement Roof Board
PVCF-0OB
Min. 0.5-inch Structodek High Density Fiberboard Roof
Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, Insulation or min. 0.25-inch DensDeck Prime or PVCF-HA, PVCF-LM (4-inch
€-209. concrete EnergyGuard RA hot asphalt SECUROCK Gypsum-Fiber Roof Board or min. 0.4375- hotasphalt | SBS-AA o.c.), PVCF-LO (4-inch o.c.) 2550
inch DEXcell Cement Roof Board
Min. 0.25-inch DensDeck Prime or SECUROCK
Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, Gypsum-Fiber Roof Board or min. 0.5-inch Structodek PVCF-LMC, PVCF-XF or PVCF-
c-210. concrete EnergyGuard RA hot asphalt High Density Fiberboard Roof Insulation or min. hotasphalt | SBS-AA OB 2550
0.4375-inch DEXcell Cement Roof Board
Structural Min. 0.5-inch Structodek High Density Fiberboard Roof PVCF-HA, PVCF-LM (4-inch
C-211. Min. 1.5-inch EnergyGuard RA hot asphalt | Insulation or min. 0.4375-inch DEXcell Cement Roof hot asphalt | SBS-AA o.c.), PVCF-LO (4-inch o.c.) or -307.5
concrete
Board PVCF-OB
Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, Min. 0.25-inch DensDeck Prime or SECUROCK
C-212. EnergyGuard Ultra Polyiso Insulation, hot asphalt | Gypsum-Fiber Roof Board or min. 0.4375-inch DEXcell hot asphalt | SBS-AA PVCF-HA -495.0
concrete
EnergyGuard RA, Cement Roof Board
Structural
C-213. corr:Jccr:t? Min. 0.5-inch EnergyGuard Polyiso Insulation LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-M SBS-AA PVCF-LO, 12-inch o.c. -60.0
One or more layer(s), min. 0.5-inch .
Structural PVCF-HA, PVCF-LO (4-inch
c-214. ructural | e e rgyGuard Polyiso Insulation, EnergyGuard | LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-M SBS-AA ' (4-inc -180.0
concrete . X o.c.), PVCF-XF or PVCF-OB
RA or EnergyGuard Ultra Polyiso Insulation
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TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE anp CAP PLY
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System |  Deck L prvoers g b — = MDP
ttac ttac
No. (Note 1) (psf)
o Type (Notes 6,7,8) Type (Notes 6,7,8) RES DI
One or more layer(s), min. 0.5-inch
C-215. structural EnergyGuard Polyiso Insulation, EnergyGuard LRF-.M Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-.M SBS-AA PVCF-LO, 12-inch o.c. -60.0
concrete . X Canister Canister
RA or EnergyGuard Ultra Polyiso Insulation
One or more layer(s), min. 0.5-inch .
C-216. structural EnergyGuard Polyiso Insulation, EnergyGuard LRF.M Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF.M SBS-AA PVCF-HA, PVCF-LO (4-inch -180.0
concrete R . Canister Canister o.c.), PVCF-XF or PVCF-OB
RA or EnergyGuard Ultra Polyiso Insulation
Structural | (Optional) Min. 0.5-inch EnergyGuard Polyiso Min. 0.25-inch DensDeck Prime or SECUROCK PVCF-LM (12-inch o.c.) or
C-217. LRF-XF LRF-XF SBS-AA -60.0
concrete Insulation, EnergyGuard Ultra Gypsum-Fiber Roof Board PVCF-LO (12-inch o.c.)
C-218. i;?;:::l Min. 0.5-inch EnergyGuard Polyiso Insulation LRF-XF Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF SBS-AA PVCF-LO, 12-inch o.c. -60.0
One or more layer(s), min. 0.5-inch . . \ PVCF-HA, PVCF-LM (4-inch
| Min. 0.25-inch DensDeck P ECUROCK
c-219. i::cc::t': EnergyGuard Polyiso Insulation, EnergyGuard | LRF-XF o '”ng_sﬁ'g; Rci:fst:r y e IRECURSC LRF-XF SBS-AA 0.¢.), PVCF-LO (4-inch o.c.) or | -180.0
RA or EnergyGuard Ultra Polyiso Insulation P PVCF-OB
Structural One or more layer(s), min. 2.0-inch PVCF-HA, PVCF-LM (4-inch
C-220. v ! T LRF-XF Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF SBS-AA o.c.), PVCF-LO (4-inch o.c.) or -225.0
concrete EnergyGuard RA or EnergyGuard Ultra
PVCF-OB
Structural | One or more layer(s), min. 1.5-inch PVCF-HA, PVCF-LM (4-inch
C-221. 4 ! o LRF-XF Min. 0.25-inch DensDeck or DensDeck Prime LRF-XF SBS-AA o.c.), PVCF-LO (4-inch o.c.) or -240.0
concrete EnergyGuard RA
PVCF-OB
. . R . Min. 0.25-inch DensDeck Prime or SECUROCK .
C222, | Structural | (Optional) Min. 0.5-inch EnergyGuard Polyiso | (g5, Gypsum-Fiber Roof Board or min. 0.5-inch Structodek | OB500 SBS-AA PVCF-LM (12-inch o.c.) or -60.0
concrete Insulation, EnergyGuard Ultra Y - . PVCF-LO (12-inch o.c.)
High Density Fiberboard Roof Insulation
C-223. i;?;::tfl Min. 0.5-inch EnergyGuard Polyiso Insulation OB500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board 0OB500 SBS-AA PVCF-LO, 12-inch o.c. -60.0
Structural One or more layer(s), min. 0.5-inch PVCF-HA, PVCF-LM (4-inch
C-224. concrete EnergyGuard Polyiso Insulation, EnergyGuard 0OB500 Min. 0.25-inch DensDeck or DensDeck Prime 0OB500 SBS-AA o.c.), PVCF-LO (4-inch o.c.) or -150.0
RA or EnergyGuard Ultra Polyiso Insulation PVCF-OB
(Optional) One or more layer(s), min. 0.5-inch . . . N PVCF-HA, PVCF-LM (4-inch
C-225. i:)rr:f::tzal EnergyGuard Polyiso Insulation, EnergyGuard OB500 :\:;E.I:t.:)r:mh Structodek High Density Fiberboard Roof OB500 SBS-AA o.c.), PVCF-LO (4-inch o.c.) or -165.0
RA or EnergyGuard Ultra Polyiso Insulation PVCF-OB
Structural One or more layer(s), min. 0.5-inch PVCF-HA, PVCF-LM (4-inch
C-226. EnergyGuard Polyiso Insulation, EnergyGuard 0OB500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board OB500 SBS-AA o.c.), PVCF-LO (4-inch o.c.) or -180.0
concrete A -
RA or EnergyGuard Ultra Polyiso Insulation PVCF-OB
Structural One or more layer(s), min. 1.5-inch PVCF-HA, PVCF-LM (4-inch
C-227. EnergyGuard Polyiso Insulation, EnergyGuard OB500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board 0OB500 SBS-AA o.c.), PVCF-LO (4-inch o.c.) or -187.5
concrete ; )
Ultra Polyiso Insulation, EnergyGuard RA PVCF-OB
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NEmoO | etc.e
TABLE 38: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE anp CAP PLY
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System |  Deck L prvoers g b — = MDP
ttac ttac
No. (Note 1) (psf)
o Type (Notes 6,7,8) Type (Notes 6,7,8) RES DI
Structural One or more layer(s), min. 2.0-inch PVCF-HA, PVCF-LM (4-inch
C-228. EnergyGuard Polyiso Insulation, EnergyGuard OB500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board OB500 SBS-AA 0.c.), PVCF-LO (4-inch o.c.) or -225.0
concrete ) .
Ultra Polyiso Insulation, EnergyGuard RA PVCF-OB
TORCH-APPLIED BASE PLY:
| i 1) Min. 0.5-inch E Polyi Min. 0.25-inch DensDeck Pri ECUROCK PVCF-LM (12-inch o.c.
c-229. Structura (Optional) Min. 0.5-inch EnergyGuard Polyiso hot asphalt in. 0.25-inch DensDeck Prime or SECUROC hot asphalt | SBS-TA C (12-inch o.c.) or -60.0

concrete Insulation, EnergyGuard Ultra Gypsum-Fiber Roof Board PVCF-LO (12-inch o.c.)

Structural Min. 0.5-inch EnergyGuard Polyiso Insulation,
C-230. EnergyGuard Ultra Polyiso Insulation, hot asphalt | Min. 0.25-inch DensDeck Prime hot asphalt | SBS-TA PVCF-HA -232.5

concrete
EnergyGuard RA,

PVCF-HA, PVCF-LM (4-inch
hot asphalt | SBS-TA 0.c.), PVCF-LO (4-inch o.c.), -232.5
PVCF-XF or PVCF-OB

Structural Min. 1.5-inch EnergyGuard Ultra Polyiso Min. 0.25-inch DensDeck Prime or SECUROCK

-231. h hal
¢ concrete Insulation, EnergyGuard RA otasphalt Gypsum-Fiber Roof Board

Min. 0.5-inch EnergyGuard Polyiso Insulation,

C-232. i;?;:::l EnergyGuard Ultra Polyiso Insulation, hot asphalt | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board hot asphalt | SBS-TA PVCF-HA -285.0
EnergyGuard RA,
C-233. i;?;::tfl Min. 0.5-inch EnergyGuard Polyiso Insulation LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-M SBS-TA PVCF-LO, 12-inch o.c. -60.0
One or more layer(s), min. 0.5-inch .
C-234. structural EnergyGuard Polyiso Insulation, EnergyGuard LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-M SBS-TA PVCF-HA, PVCF-LO (4-inch -180.0
concrete . X o.c.), PVCF-XF or PVCF-OB
RA or EnergyGuard Ultra Polyiso Insulation
Cp35, | Structural | Min. 1.5-inch EnergyGuard Polyiso Insulation, | LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | M SBS-TA PVCF-LO, 12-inch o.c. -60.0
concrete EnergyGuard RA Canister Canister
One or more layer(s), min. 0.5-inch .
c236. | Structural | b evGuard Polyiso Insulation, EnergyGuard | LM Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-M SBS-TA PVCF-HA, PVCF-LO (4-inch -180.0
concrete . X Canister Canister o.c.), PVCF-XF or PVCF-OB
RA or EnergyGuard Ultra Polyiso Insulation
Structural (Optional) Min. 0.5-inch EnergyGuard Polyiso Min. 0.25-inch DensDeck Prime or SECUROCK PVCF-LM (12-inch o.c.) or
-237. . LRF- . LRF-XF BS-TA . -60.
c237 concrete Insulation, EnergyGuard Ultra REXF Gypsum-Fiber Roof Board SBS PVCF-LO (12-inch o.c.) 600
C-238. i:;:]cc::t;al Min. 0.5-inch EnergyGuard Polyiso Insulation LRF-XF Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF SBS-TA PVCF-LO, 12-inch o.c. -60.0
One or more layer(s), min. 0.5-inch .
Structural PVCF-HA, PVCF-LO (4-inch
C-239. FUUral | EnergyGuard Polyiso Insulation, EnergyGuard | LRF-XF Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | LRF-XF SBS-TA ' (4-inc -180.0

concrete o.c.), PVCF-XF or PVCF-OB

RA or EnergyGuard Ultra Polyiso Insulation

One or more layer(s), min. 0.5-inch . . . PVCF-HA, PVCF-LM (4-inch
C-240. Structural EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF Min. 0.25-inch DensDeck Prime or SECUROCK LRF-XF SBS-TA o.c.), PVCF-LO (4-inch o.c.), -180.0

-Fi B
concrete RA or EnergyGuard Ultra Polyiso Insulation Gypsum-Fiber Roof Board PVCF-XF or PVCF-OB
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TABLE 38: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE anp CAP PLY
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System |  Deck L prvoers g b — = MDP
ttac ttac
No. (Note 1) (psf)
o Type (Notes 6,7,8) Type (Notes 6,7,8) RES DI
Structural One or more layer(s), min. 2.0-inch PVCF-HA, PVCF-LM (4-inch
C-241. concrete EneravGuard RX or E,ner .GLJard Ultra LRF-XF Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF SBS-TA o.c.), PVCF-LO (4-inch o.c.), -232.5
&Y &y PVCF-XF or PVCF-OB
Structural | One or more layer(s), min. 1.5-inch PVCF-HA, PVCF-LM (4-inch
C-242. concrete EneravGuard RZ ! T LRF-XF Min. 0.25-inch DensDeck or DensDeck Prime LRF-XF SBS-TA o.c.), PVCF-LO (4-inch o.c.), -240.0
gysu PVCF-XF or PVCF-OB
Structural PVCF-HA, PVCF-LM (4-inch
C-243. concrete Min. 0.25-inch DensDeck Prime LRF-XF None N/A SBS-TA o.c.), PVCF-LO (4-inch o.c.), -245.0
PVCF-XF or PVCF-OB
Structural | (Optional) Min. 0.5-inch EnergyGuard Polyiso Min. 0.25-inch DensDeck Prime or SECUROCK PVCF-LM (12-inch o.c.) or
-244. B B BS-TA -60.
¢ concrete Insulation, EnergyGuard Ultra 0B500 Gypsum-Fiber Roof Board 08500 SBS PVCF-LO (12-inch o.c.) 600
C-245. if)"r:‘ccrt:t;a' Min. 0.5-inch EnergyGuard Polyiso Insulation | OB500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | OB500 SBS-TA PVCF-LO, 12-inch o.c. -60.0
Structural One or more layer(s), min. 0.5-inch PVCF-HA, PVCF-LM (4-inch
C-246. concrete EnergyGuard Polyiso Insulation, EnergyGuard OB500 Min. 0.25-inch DensDeck or DensDeck Prime OB500 SBS-TA o.c.), PVCF-LO (4-inch o.c.), -150.0
RA or EnergyGuard Ultra Polyiso Insulation PVCF-XF or PVCF-OB
One or more layer(s), min. 0.5-inch .
I ’ BS-AA PVCF-HA, PVCF-LO (4-inch
C-247. structura EnergyGuard Polyiso Insulation, EnergyGuard OB500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board 0OB500 SBS or ¢ , PVCF-LO (4-inc -180.0
concrete . X SBS-TA o.c.), PVCF-XF or PVCF-OB
RA or EnergyGuard Ultra Polyiso Insulation
. . . . . PVCF-HA, PVCF-LM (4-inch
ousoo | M D3 sELtOCK o b 5o | owo | sesTa | oc) wGr o (nohoc), | 106
gy y P p PVCF-XF or PVCF-OB
One or more layer(s), min. 1.5-inch . . . PVCF-HA, PVCF-LM (4-inch
| ! . 0.25-inch DensDeck P ECUROCK ’
C-249. i::cc::t': EnergyGuard Ultra Polyiso Insulation, 0B500 z'”sgm_sﬁ'g; R;;st; y rime or SECUROC 0B500 SBS-TA 0.¢.), PVCF-LO (4-inch o.c.), 2400
EnergyGuard RA P PVCF-XF or PVCF-OB
. . . PVCF-HA, PVCF-LM (4-inch
C-250. i:)rr:‘;::tf' L%Tt::;rr:m;:olnssl:gr Egi;grﬁ‘:rd S 0B500 Min. 0.25-inch DensDeck Prime 0B500 SBS-TA 0.c.), PVCF-LO (4-inch 0.c.), -300.0
v » Energy PVCF-XF or PVCF-OB
SELF-ADHERING BASE PLY:
C-251. i;‘:jcc::tfl Min. 0.5-inch EnergyGuard Polyiso Insulation LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-M SBS-SA PVCF-LO, 12-inch o.c. -60.0
One or more layer(s), min. 0.5-inch .
- L -
a5y, | Structural | e evGuard Polyiso Insulation, EnergyGuard | LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-M SBS-SA PVCF-HA, PVCF-LO (4-inch -180.0
concrete . K o.c.), PVCF-XF or PVCF-OB
RA or EnergyGuard Ultra Polyiso Insulation
C253, | Structural | Min. 1.5-inch EnergyGuard Polyiso Insulation, | LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-M SBS-SA PVCF-LO, 12-inch o.c. -60.0
concrete EnergyGuard RA Canister Canister
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TABLE 38: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE anp CAP PLY
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System |  Deck el prvoers LBy — bkl MDP
ttac ttac
No. Note 1 sf
(Note 1) Type Notes 6.7 8 Type Notes 6.7 8 Base Ply Cap Ply (psf)
One or more layer(s), min. 0.5-inch .
C-254. structural EnergyGuard Polyiso Insulation, EnergyGuard LRF-.M Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-.M SBS-SA PVCF-HA, PVCF-LO (4-inch -180.0
concrete R . Canister Canister o.c.), PVCF-XF or PVCF-OB
RA or EnergyGuard Ultra Polyiso Insulation
C-255. i;T;::tfl Min. 0.5-inch EnergyGuard Polyiso Insulation LRF-XF Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF SBS-SA PVCF-LO, 12-inch o.c. -60.0
One or more layer(s), min. 0.5-inch .
case. | Structural | e evGuard Polyiso Insulation, EnergyGuard | LRE-XF Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF SBS-SA PVCF-HA, PVCF-LO (4-inch -180.0
concrete . X o.c.), PVCF-XF or PVCF-OB
RA or EnergyGuard Ultra Polyiso Insulation
C-257. i;T;::tfl Min. 0.5-inch EnergyGuard Polyiso Insulation OB500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board 0OB500 SBS-SA PVCF-LO, 12-inch o.c. -60.0
One or more layer(s), min. 0.5-inch .
cass. | Structural | o evGuard Polyiso Insulation, EnergyGuard | OBS00 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | OB500 SBS-SA PVCF-HA, PVCF-LO (4-inch -180.0
concrete . X o.c.), PVCF-XF or PVCF-OB
RA or EnergyGuard Ultra Polyiso Insulation

TABLE 3c: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

System Deck Insulation L: Attachment MDP
4 ec nsufation Layer Roof Cover (Note 15B) P
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
Min. 2,500 One or more Drill-Tec #14 DF Fastener, Drill-Tec #14 HD Fastener or Drill-Tec #14 Fastener with Drill-Tec 1 per 5.3 ft2 (6 parts per 4 x 8 ft board) EverGuard PVC or
C-259. psi structural | layers, any RhinoBond PVC XHD Plate, Drill-Tec PVC IW Plate or Drill-Tec #14 Fastener with Drill-Tec per>. FI’“ . 27 EverGuard PVC KEE -45.0%
concrete combination RhinoBond PVC XHD Tread Safe Plate (Note 17) induction welded.
Min. 2,500 One or more Drill-Tec #14 DF Fastener, Drill-Tec #14 HD Fastener or Drill-Tec #14 Fastener with Drill-Tec EverGuard PVC or
C-260. psi structural layers, any RhinoBond PVC XHD Plate, Drill-Tec PVC IW Plate or Drill-Tec #14 Fastener with Drill-Tec 24 x 48 inch grid EverGuard PVC KEE -45.0
concrete combination RhinoBond PVC XHD Tread Safe Plate induction welded.
Min. 2,500 One or more Drill-Tec #14 DF Fastener, Drill-Tec #14 HD Fastener or Drill-Tec #14 Fastener with Drill-Tec EverGuard PVC or
C-261. psi structural layers, any RhinoBond PVC XHD Plate, Drill-Tec PVC IW Plate or Drill-Tec #14 Fastener with Drill-Tec 24 x 24 inch grid EverGuard PVC KEE -67.5
concrete combination RhinoBond PVC XHD Tread Safe Plate induction welded.
Min. 2,500 One or more Drill-Tec #14 DF Fastener, Drill-Tec #14 HD Fastener or Drill-Tec #14 Fastener with Drill-Tec EverGuard PVC or
C-262. psi structural layers, any RhinoBond PVC XHD Plate, Drill-Tec PVC IW Plate or Drill-Tec #14 Fastener with Drill-Tec 16 x 24 inch grid EverGuard PVC KEE -82.5
concrete combination RhinoBond PVC XHD Tread Safe Plate induction welded.
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TABLE 3p: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

Sy;ie.m Roof Deck (Note 1) Primer Base Ply Roof Cover (NLQ::p Ply g
C-263. Min. 2,500 psi structural concrete None None PVCF-LM or PVCF-LO, 12-inch o.c. -60.0
C-264. Min. 2,500 psi structural concrete Matrix™ 307 Premium Asphalt Primer SBS-AA or SBS-TA PVCF-LM or PVCF-LO, 12-inch o.c. -60.0
C-265. Min. 2,500 psi structural concrete Matrix™ 307 Premium Asphalt Primer SBS-AA or SBS-TA PVCF-HA, PVCF-LM (4-inch o.c.), PVCF-LO (4-inch o.c.), PVCF-XF or PVCF-OB -330.0
C-266. Min. 2,500 psi structural concrete None None PVCF-LM or PVCF-LO, 4-inch o.c. -337.5
C-267. Min. 2,500 psi structural concrete None None PVCF-XF -337.5
C-268. Min. 2,500 psi structural concrete Matrix™ 307 Premium Asphalt Primer None PVCF-HA -390.0
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmoO | etc.e

Base Sheet Roof Cover (Note 15) MDP
System Deck (Note 1) Lightweight Concrete (Note 14)
No. Type Fastener (Note 11) Attach Base Cap (psf)
PRE-EXISTENT CELLULAR LWC (NOTE 14A):
HYBRID SYSTEMS / EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK:
Pre-existent (re-roof only), min. 2-inch thick
Existing min. 22 ga., Type | cellular lightweight concrete GAFGLAS Stratavent Drill-Tec Base Sheet Fastener 7.5-inch o.c. at min. 2-inch laps SBS-CA or PVCF-LMC,
LWC-1. BV steel or min. 2,500 Compressive: 300 psi Nailable Venting Base (1.7 in.) or Drill-Tec Base Sheet and 7.5-inch o.c. in one center SBS-TA PVCF-XF or -45.0
psi structural concrete Withdrawal: Drill-Tec Base Sheet Fastener Sheet Fastener E (1.7 in.) row PVCF-OB
(1.7): 88 Ibf
Pre-existent (re-roof only), min. 2-inch thick 9 inch ¢ min. 2-inch |
Existing min. 22 ga., Type | cellular lightweight concrete GAFGLAS Stratavent Drill-Tec Base Sheet Fastener a::i]clS?i.ri}? or:”i}r} t;:/r:)c(z)aps SBS-CA or PVCF-LMC,
LWC-2. BV steel or min. 2,500 Compressive: 300 psi Nailable Venting Base (1.7 in.) or Drill-Tec Base Sheet n ’ PVCF-XF or -45.0
. ) . . equally spaced, staggered center | SBS-TA
psi structural concrete Withdrawal: Drill-Tec Base Sheet Fastener Sheet Fastener E (1.7 in.) rows PVCF-OB
(1.7): 105 Ibf
Min. 22 T B Pre-existent, min. 2-inch thick cellular ‘?Al:?l-ﬁ?:gs Ba;ﬁ ShtGEt‘ DrilliTec Base Sheet Fast
n- 22 ga., 1Ype B, lightweight concrete MHly 7o Base Sheet, TTRQC D@y neet rastenar 7-inch o.c. at min. 4-inch laps (Optional)
Grade 40 vented steel; 6 . . GAFGLAS #80 Ultima Base (1.7 in.) or Drill-Tec Base Sheet . )
LWC-3. . ) Compressive: 340 psi ” . and 7-inch o.c. in two, equally SBS-AA or PVCF-HA -52.5
ft span or min. 2,500 psi Withd I: Drill-Tec Base Sheet F Sheet, GAFGLAS Stratavent | Fastener E (1.7 in.) or Drill-Tec spaced. stagaered center rows SBS-TA
structural concrete ithdrawal: Drill-Tec Base Sheet Fastener Nailable Venting Base Locking Impact Nail P » Stagg
(1.7): 60 Ibf Sheet, Ruberoid 20 Smooth
Min. 22 T B Pre-existent, min. 2-inch thick cellular 'IG'AFPGIL2§5#7BS Ba;ﬁ Shteet, Brill-Tec Base Sheet Fast
in. 22 ga., Type B, lightweight concrete ri-Ply ase Sheet, rill-Tec Base Sheet Fastener Z-inch in. 4-inch |
\wea. | Gradedoventedsteer;6 | BTUEET OHIEE GAFGLAS #80 Ultima Base | (1.7in.) or Drill-Tec Base Sheet | /1T 0:<-tmin. #-nch aps sBS-AAor | PVCFXFor |
: ft span or min. 2,500 psi ] hz I ’ il P h Sheet, GAFGLAS Stratavent | Fastener E (1.7 in.) or Drill-Tec spaced. sta 'éred cer;te? rov:s SBS-TA PVCF-OB ’
structural concrete wit ravlvaf. Drill-Tec Base Sheet Fastener Nailable Venting Base Locking Impact Nail P » S1age
(1.7): 60 b Sheet, Ruberoid 20 Smooth
. . ) Fastener located 3.75-inch from
Min. 22 ga., Type B, Pre-existent, min. 3-inch thick cellular '?er:l;TEESX;DIBF:rS;:ge)(rHVI\;It:IaDtZ”- edge of sheet, and spaced 12-
Grade 50 steel; 6 ft lightweight concrete Ruberoid Mop Smooth 1.5 . : inch o.c. within the min. 6.25- (Optional) PVCF-XF or
LWC-5. . . . . A or Drill-Tec Eyehook AccuSeam . . . -60.0
spanor min. 2,500 psi Compressive: 180 psi or Ruberoid Mop Smooth inch wide laps. Laps sealed with SBS-TA PVCF-OB
] Plate, fastened through LWC to ) . i
structural concrete Withdrawal: N/A min. 4-inch wide heat-weld,
engage steel deck .
encapsulating the fastener row
Pre-existent (re-roof only), min. 2-inch thick
Existing min. 22 ga., Type | cellular lightweight concrete GAFGLAS Stratavent Drill-Tec Base Sheet Fastener 7-inch o.c. at min. 3-inch laps SBS-CA o PVCF-LMC,
LWC-6. BV steel or min. 2,500 Compressive: 300 psi Nailable Venting Base (1.7 in.) or Drill-Tec Base Sheet and 7-inch o.c. in two (2), equally SBS-TA PVCF-XF or -75.0
psi structural concrete Withdrawal: Drill-Tec Base Sheet Fastener Sheet Fastener E (1.7 in.) spaced, staggered center rows PVCF-OB
(1.7): 88 Ibf
Min. 22 T BV Pre-existent (re-roof only), min. 2-inch thick Drill-Tec Base Sheet F
in. 22 ga., Type BY, cellular lightweight concrete ! B ec ase. eet Fastener 7-inch o.c. at min. 4-inch laps
Grade 40 steel; 6 ft span R . . (1.7 in.) or Drill-Tec Base Sheet . . PVCF-HA or
LWC-7. . . Compressive: 210 psi Ruberoid 20 Smooth . . and 7-inch o.c. in two, equally SBS-TA -82.5
or min. 2,500 psi thd  Drill h Fastener E (1.7 in.), Drill-Tec spaced. stagaered center rows PVCF-XF
structural concrete 2,\1/';). grgv;;gaf. Driliec Base Sheet Fastener Locking Impact Nail P » Stagg
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NEmoO | etc.e
TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

Base Sheet Roof Cover (Note 15) MDP
System Deck (Note 1) Lightweight Concrete (Note 14)
No. Type Fastener (Note 11) Attach Base Cap (psf)
Min. 22 T By Pre-existent (re-roof only), min. 2-inch thick GAFGLAS #80 Ultima B
In. 22 ga., Type bY, cellular lightweight concrete 'ma base Drill-Tec Base Sheet Fastener 7-inch o.c. at min. 4-inch laps
LWC-8 Grade 40 steel; 6 ft span Compressive: 210 psi Sheet or GAFGLAS (1.7/in.), Drill-Tec Locking Impact | and 7-inch o.c. in two, equall SBS-TA PVCF-HA or 82.5
’ or min. 2,500 psi ) h’()i | ' il P h Stratavent Nailable Na.1II e g Imp spaced. sta .e.red cer;te‘: rov?//s PVCF-XF '
structural concrete Withdrawal: Drill-Tec Base Sheet Fastener Venting Base Sheet p , Stagg
(1.7): 95 Ibf
Drill-Tec #12 Fastener (steel only), Drill-
Tec #12 DP Fastener (steel only), Drill-Tec
#14 Fastener or Drill-Tec #14 HD Fastener
with Drill-Tec 3” Steel Plate, Drill-Tec 3”
Existing min. 22 ga., Type | Pre-existent, min. 2-inch thick cellular Flat Steel Plate, Drill-Tec 3” Standard 6-inch o.c. at min. 3.5-inch laps
BV, Grade 33 steel or lightweight concrete GA_FGLAS Stra‘tavent Steel Plate, DrillTec AccuTrac Flat Plate, | 214 19_inch o.c. in three (3), SBS-CA o PVCF-LMC,
LWC-9. . . . . Nailable Venting Base Drill-Tec AccuTrac Recessed Plate, Drill- PVCF-XF or -82.5
min. 2,500 psi structural | Compressive: 200 psi Sheet Tec 3 in. Ribbed Galvalume Plate (Flat) or | €9ually spaced, staggered center | SBS-TA PVCF-OB
concrete Withdrawal: N/A Drill-Tec 3” Recessed Steel Plate or Drill- rows
Tec #12 DF Fastener (steel only) or Drill-
Tec #14 DF Fastener with Drill-Tec 3” DF
Steel Insulation Plate fastened through
LWC to engage steel deck

TABLE 48: LIGHTWEIGHT CONCRETE OVER STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

System Lightweight Concrete (Note 14) MDP
yNO- Deck (Note 1) Type Min. Compressive Strength (psi) I Min. Thick (in) Roof Cover (Note 15) (psf)
CELCORE (FL2037):
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
Deck treatment: Celcore S-1 Deck Preparation Slurry
LWC-10. Min. 22 ga., Type BV, Grade 40 | LWC: Celcore MF Cellular Concrete with Celcore HS Rheology 310 5 PVCF-LM (6-inch o.c.) or 825
steel; 6 ft span Modifying Admixture PVCF-LO (6-inch o.c.)
Surface treatment: Celcore PVA Curing Compound
Deck treatment: Celcore S-1 Deck Preparation Slurry
LWC-11. :il;r;.l;zszfgti;::pe BV, Grade 40 bvzz;fiiéogzmitﬁfgular Concrete with Celcore HS Rheology 310 ) PVCE-OB 825
Surface treatment: Celcore PVA Curing Compound
CONCRECEL (FL5584 AND FL10500):
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
Lwe-12, :fg;,-zg fgta‘s'é:zpe BV, Grade 33 | concrecel 290 2 PVCF-OB -52.5
ELASTIZELL (FL4994):
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
Lwc-13, :fg;,-zg fgt""s'é:zpe BY, Grade 33 | tlastizel 290 2 PVCF-OB -52.5
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NEmoO | etc.e
TABLE 48: LIGHTWEIGHT CONCRETE OVER STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

System Lightweight Concrete (Note 14) MDP
Deck (Note 1) Roof Cover (Note 15) P
No. Type Min. Compressive Strength (psi) Min. Thick (in) (psf)
LWC-14. Min. 22 ga., Type BV, Grade 33 | ¢\ 160 3 PVCF-OB -60.0
steel; 6 ft span
MEARLCRETE (FL13492):
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
Min. 22 ga., Type BV, Grade 33 PVCF-LM (4-inch o.c.) or
LWC-15. steel; 6 ft span Mearlcrete P00 2 PVCF-LO (4-inch o.c.) 525
LWC-16. Min. 22 ga., Type BV, Grade 33 | /1 ete 300 2 PVCF-OB 525
steel; 6 ft span
LWC-17. Min. 22 ga., Type BV, Grade 33 | /10 ete 290 2 PVCF-OB 52.5
steel; 6 ft span
SIPLAST INSULCEL-PB (NOA 23-1219.03):
EVERGUARD PV C FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
Min. 22 ga., Type B, Grade 80
LWC-18. steel; 6 ft spans, 5/8” puddle Insulcel-PB Cellular Lightweight Insulating Concrete 330 2 PVCF-OB -67.5
welds 6” o.c.
PRE-EXISTENT CELLULAR LWC (NoTE 14A):
EVERGUARD PVC OR EVERGUARD PVC KEE APPLICATIONS:
Pre-existent, min. 2-inch thick cellular lightweight concrete
. Withdrawal: PVC-BA, PVC-BA-H, PVC-
LWC-19. Min. 22 ga., Type BV, Grade 50 |y 1o gace Sheet Fastener (1.7): 76 Ibf 200 2 QL, PVC-Qs, PVCF-0B, -90.0
steel; 6 ft spans X . X
Drill-Tec Locking Impact Nail (1.4): 85 Ibf PVCF-WB or PVCF-XF
Drill-Tec Locking Impact Nail (1.8): 92 Ibf
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
LWC-20. Min. 22 ga., Type BV, Grade 33 Prfe—existent, mir\. 2-inch thick cellular lightweight concrete 180 5 PVCE-0B 525
steel; 6 ft span Withdrawal: Drill-Tec Base Sheet Fastener (1.7): 97 Ibf
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

Lightweight Concrete (Note 14)
System MDP
No Deck (Note 1) o Min. Compressive Min. Roof Cover (Note 15) of
’ ype Strength (psi) Thick (in)
CELCORE (FL2037):
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
LWC-21. Structural concrete Celcore Cellular Concrete 200 2 PVCF-LM (4-inch o.c.) or PVCF-LO (4-inch o.c.) -300.0
LWC-22. Structural concrete Celcore Cellular Concrete 200 2 PVCF-OB -300.0
CONCRECEL (FL5584 AND FL10500):
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
LWC-23. Structural concrete Concrecel 200 2 PVCF-LM (4-inch o.c.) or PVCF-LO (4-inch o.c.) -225.0
LWC-24. Structural concrete Concrecel 200 2 PVCF-OB -225.0
ELASTIZELL (FL4994):
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
LWC-25. Structural concrete Elastizell 200 2 PVCF-LM (4-inch o.c.) or PVCF-LO (4-inch o.c.) -210.0
LWC-26. Structural concrete Elastizell 220 2 PVCF-OB -200.0
SIPLAST INSULCEL (NOA 23-1219.03):
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
LWC-27. Structural concrete Insulcel 200 2 PVCF-LM (4-inch o.c.) or PVCF-LO (4-inch o.c.) -270.0
LWC-28. Structural concrete Insulcel 200 2 PVCF-OB -270.0
LWC-29. Structural concrete Inculcel-PB Cellular Lightweight Insulating Concrete 330 2 PVCF-OB -302.5
MEARLCRETE (FL13492):
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
LWC-30. Structural concrete Mearlcrete 200 2 PVCF-LM (4-inch o.c.) or PVCF-LO (4-inch o.c.) -270.0
LWC-31. Structural concrete Mearlcrete 290 2 PVCF-OB -205.0
PRE-EXISTENT CELLULAR LWC (NoTE 14A):
PVC QuICK SPRAY ADHESIVE APPLICATIONS:
Pre-existent, min. 2-inch thick cellular lightweight concrete PVC—.QS;AtotaI.wet rate 4 Ibs/square; contact
Structural concrete i ) 230 2 application with % to substrate and % to -112.5
Withdrawal: Drill-Tec Base Sheet Fastener (1.7): 85 Ibf .
LWC-32 membrane backside
' Note: | The reported MDP is the allowable maximum design pressure of the new roof cover adhered to the pre-existent LWC, and is irrespective of the performance of the pre-existent LWC (See Note
12). The deck and pre-existent LWC shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having
Jurisdiction.
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
Pre-existent, min. 2-inch thick cellular lightweight concrete i
LWC-33. Structural concrete i . 180 2 PVCF-LM (4-inch o.c.) -92.5
Withdrawal: Drill-Tec Base Sheet Fastener (1.7): 97 Ibf
Pre-existent, min. 2-inch thick cellular lightweight concrete i
LWC-34. Structural concrete y . 180 2 PVCF-LO (4-inch o.c.) -112.5
Withdrawal: Drill-Tec Base Sheet Fastener (1.7): 97 Ibf
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

Lightweight Concrete (Note 14)
System MDP
No Deck (Note 1) o Min. Compressive Min. Roof Cover (Note 15) —sf
) ype Strength (psi) Thick (in)
Pre-existent, min. 2-inch thick cellular lightweight concrete
LWC-35. Structural concrete 180 2 PVCF-OB -102.5
Withdrawal: Drill-Tec Base Sheet Fastener (1.7): 97 Ibf
Pre-existent, min. 2-inch thick cellular lightweight concrete
Withdrawal: PVC-BA, PVC-BA-H, PVC-QL, PVC-QS, PVCF-OB
LWC-36. Structural concrete Dr!II-Tec Base-Sheet Fasten.er (1.7): 76 Ibf 200 2 PVCF-WB or PVCE-XF -190.0
Drill-Tec Locking Impact Nail (1.4): 85 Ibf
Drill-Tec Locking Impact Nail (1.8): 92 Ibf
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS — NEW or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

inch Tectum

EnergyGuard RA

EnergyGuard HD Plus Polyiso Cover Board or min.
1.5-inch EnergyGuard Polyiso-HD Composite
Insulation or Ultra HD Composite Insulation

Deck Base Insulation Layer Top Insulation Layer
System (Note 1 and Not e e Roof Cover MDP
No. Tote S anciote ac ac (Note 15) sf
12) Type (Notes 6,7,8) Type (Notes 6,7,8) o (psf)
EVERGUARD PVC OR EVERGUARD PVC KEE / EVERGUARD #2331 BONDING ADHESIVE OR EVERGUARD #2331 BONDING ADHESIVE H APPLICATIONS:
(Optional) Additional layers base insulation, flat or
tapered, min. 0.25-inch DensDeck Prime, DEXcell
FA Glass Mat Roof Board or SECUROCK Gypsum-
Existing min. 2- Min. 1-inch EnergyGuard Polyiso Insulation, Fiber Roof Board or min. 0.5-inch EnergyGuard HD
CWF-1. inch Tectum EnergyGuard RA 0B500 Polyiso Cover Board or EnergyGuard HD Plus 08500 PVC-BA or PVC-BA-H 45.0
Polyiso Cover Board or min. 1.5-inch EnergyGuard
Polyiso-HD Composite Insulation or Ultra HD
Composite Insulation
New or existing . . . . OB500, 6-inch
CWF-2. | (reroof) Min. 2-inch | Min- 2-inch EnergyGuard Polyiso Insulation or o.c. to back-side | (Optional) Additional layers of base insulation 0B500, 6 PVC-BA or PVC-BA-H -82.5
EnergyGuard Ultra Polyiso Insulation R . inch o.c.
Tectum | Plank of insulation
New or existing . . . . OB500, 6-inch Min. 0.25-inch DensDeck Prime or SECUROCK
Min. 2-inch E Polyiso Insul ) ) o B500, 6-
CWF-3. | (reroof) Min. 2-inch | 1 -7 ©0% dﬁ;f;’izfrl‘:o pyies eutation o.c. to back-side | Gypsum-Fiber Roof Board or min. 2-inch i?‘cﬁ%ocs PVC-BA or PVC-BA-H -127.5
Tectum | Plank &Y ¥ of insulation EnegyGuard Ultra Polyiso Insulation e
EVERGUARD PVC / EVERGUARD PVC QUICK LAY ADHESIVE APPLICATIONS:
(Optional) Additional layers base insulation, flat or
tapered, min. 0.25-inch DensDeck Prime or
L . . . . . SECUROCK Gypsum-Fiber Roof Board or min. 0.5-
E . 2- Min. 1-inch E Pol | |
cwr-q, | DBHIETR B dr;;'gyG“ard olyiso Insufation or 0B500 inch EnergyGuard HD Polyiso Cover Board or 0B500 pvC-QL -45.0
&Y EnergyGuard HD Plus Polyiso Cover Board or min.
1.5-inch EnergyGuard Polyiso-HD Composite
Insulation or Ultra HD Composite Insulation
New or existing . . . . OB500, 6-inch
CWF-5. (reroof) Min. 2-inch Min. 2-inch EnergyGuar.d Polyiso I.nsulatlon or o.c. to back-side (Optional) Additional layers of base insulation .OBSOO’ 6 PVC-QL -90.0
EnergyGuard Ultra Polyiso Insulation R . inch o.c.
Tectum | Plank of insulation
New or existing . . . . OB500, 6-inch Min. 0.25-inch DensDeck Prime or SECUROCK
Min. 2-inch E P | | B -
CWEF-6. (reroof) Min. 2-inch EnIZr én:ardﬁ;iiz?ﬁo IC:ZIL;SIZtir;u ation, o.c. to back-side Gypsum-Fiber Roof Board or min. 2-inch icr)mcE(Z)OIcs PVC-QL -127.5
Tectum | Plank &y Y of insulation EnegyGuard Ultra Polyiso Insulation o
PVC QuUICK SPRAY ADHESIVE APPLICATIONS:
(Optional) Additional layers base insulation, flat or
tapered, min. 0.25-inch DensDeck Prime or min.
CWE-7. Existing min. 2- Min. 1-inch EnergyGuard Polyiso Insulation or OB500 0.5-inch EnergyGuard HD Polyiso Cover Board or 0B500 PVC-QS 45.0
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS — NEW or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Deck Base Insulation Layer Top Insulation Layer
System (Note 1 and Not e T Roof Cover MDP
No. ote 1 and Note ac ac (Note 15) sf
12) Type (Notes 6,7,8) Type (Notes 6,7,8) o (psf)
New or existing . . . . OB500, 6-inch
Min. 2-inch E Guard Pol | lat . . . [ . OB500, 6-
CWF-8. (reroof) Min. 2-inch In. £-Inch Energy uar. olylso .nsu ationor o.c. to back-side (Optional) Additional layers of base insulation . PVC-QS -90.0
EnergyGuard Ultra Polyiso Insulation R . inch o.c.
Tectum | Plank of insulation
New or existing . . . . 0OB500, 6-inch Min. 0.25-inch DensDeck Prime or SECUROCK
CWF-9. | (reroof) Min. 2-inch Min. 2-inch EnergyGuar.d Polyiso I.nsulatlon, o.c. to back-side Gypsum-Fiber Roof Board or min. 2-inch _OBSOO’ 6 PVC-QS -127.5
EnergyGuard Ultra Polyiso Insulation R . X . inch o.c.
Tectum | Plank of insulation EnegyGuard Ultra Polyiso Insulation
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
CWF-10. Fmstmg min. 2- Min. 1-inch EnergyGuard Polyiso Insulation, 0OB500 (Optional) Additional layers base insulation 0OB500 PVCF-LO, 12-inch o.c. -45.0
inch Tectum EnergyGuard RA
CWF-11. !EX|st|ng min. 2- (Optional) Min. 1-inch EnergyGuard Polyiso Insulation, 0B500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof 0B500 PVCF-LO, 12-inch o.c. 45.0
inch Tectum EnergyGuard RA Board
Existing min. 2- . ) . . : " . . .
CWEF-12. inch Tectum Min. 1-inch EnergyGuard Polyiso Insulation LRF-M (Optional) Additional layers base insulation LRF-M PVCF-LM, 12-inch o.c. -45.0
Existing min. 2- ) ) . ) ) Min. 0.25-inch DEXcell FA Glass Mat Roof Board or )
CWF-13. inch Tectum (Optional) Min. 1-inch EnergyGuard Polyiso Insulation LRF-M SECUROCK Gypsum-Fiber Roof Board LRF-M PVCF-LM, 12-inch o.c. -45.0
New or existing . . . . OB500, 6-inch PVCF-LM 4-inch o.c., PVCF-
CWF-14. | (reroof) Min. 2-inch 2/:; 2 (';n::rsﬁ;ﬁ;’iz?ﬁ:ﬁ:ﬁggﬁjIatlon or o.c. to back-side (Optional) Additional layers of base insulation i?\‘::?)o’f LO 4-inch o.c., PVCF-LMC, -67.5
Tectum | Plank gy v of insulation © PVCF-OB or PVCF-XF
New or existing . . . . OB500, 6-inch Min. 0.25-inch DensDeck Prime or SECUROCK PVCF-LM 4-inch o.c., PVCF-
CWEF-15. | (reroof) Min. 2-inch 2’:; 2 énc:rsrbelzfzizf:g;lc:]lzlslc;tlir;uIatlon, o.c. to back-side Gypsum-Fiber Roof Board or min. 2-inch ﬁ?i%o’cs LO 4-inch o.c., PVCF-LMC, -127.5
Tectum | Plank gybu Y Y of insulation EnegyGuard Ultra Polyiso Insulation e PVCF-OB or PVCF-XF

TABLE 58: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

System No. Deck (Note 1) Primer Roof Cover (Note 15) MDP (psf)
CWEF-16. Min. 2-inch Tectum Plank None PVCF-OB or PVCF-XF -502.5

©ONEMO ETC LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC
GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411
TOP OF APPENDIX

PEER-GAF-008.A.R67 for FL3443-R63 (NON-HVHZ)
Revision 67: 08/17/2026
Appendix 1, Page 142 of 177



TABLE 6A: GYPSUM DECKS - REROOF (TeEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
(RerFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS)

NEmoO | etc.e

Deck Base Insulation Layer Top Insulation Layer
System MDP
No (Note 1 & Note T Attach T Attach Roof Cover (Note 15 of
’ 12) ype (Notes 6,7,8) e (Notes 6,7,8)
EVERGUARD PVC OR EVERGUARD PVC KEE / EVERGUARD #2331 BONDING ADHESIVE OR EVERGUARD #2331 BONDING ADHESIVE H APPLICATIONS:
Existin Min. 0.25-inch DensDeck Prime or DEXcell FA
G-1. 5 Min. 2-inch, min. 1.0 pcf, Insulfoam Roofing EPS 0OB500 Glass Mat Roof Board or min. 0.5-inch 0OB500 PVC-BA or PVC-BA-H -120.0
gypsum deck .
EnergyGuard HD Polyiso Cover Board
L (Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . . . .
G2. Existing Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OB500 Min. 0.25-inch DensDeck Prime or min. 0.5-Inch | (55, PVC-BAor PVC-BA-H | -130.0
gypsum deck . EnergyGuard HD Polyiso Cover Board
Insulation
Existin (Optional) One or more layer(s), min. 0.5-inch EnergyGuard Min. 0.25-inch DEXcell FA Glass Mat Roof Board
G-3. g Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso OB500 or SECUROCK Gypsum-Fiber Roof Board or min. | OB500 PVC-BA or PVC-BA-H -135.0
gypsum deck : k X
Insulation 0.5-inch EnergyGuard HD Polyiso Cover Board
L (Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . .
G-4 Existing Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso OB500 b 1'5. jnch Ener.gyGuard Polyiso-HD OB500 PVC-BA or PVC-BA-H -165.0
gypsum deck . Composite Insulation
Insulation
L One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . .
E 1) Min. 1.5-inch Ultra HD
GIos xisting Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso 0B500 (Optional) Min. 1.5-inch Ultra HD Composite 0B500 PVC-BA or PVC-BA-H -180.0
gypsum deck . Insulation
Insulation
G-6. Z';::f] deck | (Optional) Min. 0.5-inch EnergyGuard Ultra 0B500 Min. 1.5-inch Ultra HD Composite Insulation 0B500 PVC-BA or PVC-BA-H -187.5
67, Existing One or more layer(s), min. 1-inch .EnergyGuard Polyiso Insulation, OB500 None N/A PVC-BA or PVC-BA-H 2100
gypsum deck EnergyGuard Ultra Polyiso Insulation or EnergyGuard RA
EVERGUARD PVC / EVERGUARD PVC QUICK LAY ADHESIVE APPLICATIONS:
Existi Min. 0.25-inch DensDeck Pri in. 0.5-inch
G-8. xisting Min. 2-inch, min. 1.0 pcf, Insulfoam Roofing EPS 0B500 in. 0.25-inch Densbeck Prime or min. 0.3-inch | 5554, pPvC-QL 1200
gypsum deck EnergyGuard HD Polyiso Cover Board
L (Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . . . .
G-9 Existing Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso OB500 Min. 0.25-inch DensD.eck Prime or min. 0.5-inch OB500 PVC-QL -130.0
gypsum deck . EnergyGuard HD Polyiso Cover Board
Insulation
- (Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . .
G-10. | EXistine Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OB500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof | o, PVC-QL -135.0
gypsum deck . Board
Insulation
L (Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . .
E .1.5- E -HD
G-11. Xisting Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso OB500 Min 5. inch ner.gyGuard Polyiso-H OB500 PVC-QL -165.0
gypsum deck . Composite Insulation
Insulation
L One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . .
Exist Opt 1) Min. 1.5-inch Ultra HD C t
G-12. xisting Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso 0B500 (Optional) Min. 1.5-inch Ultra HD Composite 0B500 pPvC-QL -180.0
gypsum deck Insulation Insulation
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TABLE 6A: GYPSUM DECKS - REROOF (TeEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

(RerFerR TO NOTE 16C FOR VAPOR BARRIER OPTIONS)

NEmoO | etc.e

Deck Base Insulation Layer Top Insulation Layer
System MDP
No (Note 1 & Note T Attach T Attach Roof Cover (Note 15) o
’ 12) L (Notes 6,7,8) e (Notes 6,7,8)
G-13. :;'::'u"ri deck | (Optional) Min. 0.5-inch EnergyGuard Ultra 0B500 Min. 1.5-inch Ultra HD Composite Insulation OB500 PVC-QL -187.5
G-14. Existing One or more layer(s), min. 1-inch EnergyGuard Polyiso Insulation 0B500 None N/A pvC-QL 2100
gypsum deck or EnergyGuard RA
PVC QuICK SPRAY ADHESIVE APPLICATIONS:
G-15. | Dristine Min. 2-inch, min. 1.0 pcf, Insulfoam Roofing EPS 0B500 Min. 0.25-inch DensDeck Prime or min. 0.5-Inch | (55, PVC-QS -120.0
gypsum deck EnergyGuard HD Polyiso Cover Board
L (Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . . . .
G-16. Existing Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso OB500 Min. SgS-incy DensD.eck Prime or min. 0.5-inch OB500 PVC-QS -130.0
gypsum deck . EnergyGuard HD Polyiso Cover Board
Insulation
L (Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . .
E . . . Min. 1.5-inch E Pol -HD
G-17. xisting Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OB500 in. 1.5-inch EnergyGuard Polyiso 0B500 PVC-QS -165.0
gypsum deck . Composite Insulation
Insulation
Existin One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
G-18. suri deck Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso OB500 Min. 1.5-inch Ultra HD Composite Insulation OB500 PVC-QS -180.0
Eyp Insulation
Existi
G-19. g;ssijnri deck | (Optional) Min. 0.5-inch EnergyGuard Ultra 0B500 Min. 1.5-inch Ultra HD Composite Insulation 0B500 PVC-QS -187.5
6-20. Existing One or more layer(s), min. 1-inch EnergyGuard Polyiso Insulation 0B500 None N/A PVC-QS 2100
gypsum deck or EnergyGuard RA
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NEmoO | etc.e
TABLE 68: GYPSUM DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck Attach Attach Roof Cover (Note 15) MDP
ttac acl
No. (Note 1) T Fasten (Note 11 T (psf)
ype asten (Note 11) Note 17) ype (Notes 6,7,8)
EVERGUARD PVC OR EVERGUARD PVC KEE / EVERGUARD #2331 BONDING ADHESIVE OR EVERGUARD #2331 BONDING ADHESIVE H APPLICATIONS:
Existing . . . Drill-Tec Polymer Gyptec with . . . .
G-21. gypsum Min. 1.-5 inch EnergyGuard Polyiso Drill-Tec 3" Gyptec Plate (Min. 1 per Min. 0.5-inch EnergyGuard Polyiso Insulation, LRF-M PVC-BA or PVC-BA-H -45.0%
Insulation, EnergyGuard Ultra . 2.0 ft? EnergyGuard Ultra
deck 2-inch embedment)
Existing . ) . Drill-Tec Polymer Gyptec with . . . .
G-22. gypsum Min. 2 -|nch EnergyGuard Polyiso Drill-Tec 3” Gyptec Plate (Min. 1 per Min. 0.5-inch EnergyGuard Polyiso Insulation, LRE-M PVC-BA or PVC-BA-H 45.0%
Insulation, EnergyGuard Ultra . 2.9 ft? EnergyGuard Ultra
deck 2-inch embedment)
Optional min. 0.5-inch EnergyGuard Polyiso Insulation,
Existing . . . Drill-Tec Polymer Gyptec with EnergyGuard Ultra followed by min. 0.25-inch DensDeck
G-23. | gypsum I“:;:‘ljt‘iir']";:s:ergzg:’daﬁtf:'y'” Drill-Tec 3” Gyptec Plate (Min. 21 g?trz Prime, DEXcell FA Glass Mat Roof Board or SECUROCK LRF-M PVC-BA or PVC-BA-H -45.0%
deck ! B4 2-inch embedment) ’ Gypsum-Fiber Roof Board or min. 0.5-inch EnergyGuard
HD Polyiso Cover Board
Optional min. 0.5-inch EnergyGuard Polyiso Insulation,
Existing . . . Drill-Tec Polymer Gyptec with EnergyGuard Ultra followed by min. 0.25-inch DensDeck
Min. 2-inch E Pol 1
G-24. | gypsum In;:IatiI:: En’;‘irg‘gGuL;‘:LdUIfrZ's° Drill-Tec 3” Gyptec Plate (Min. 5 gp‘:trz Prime, DEXcell FA Glass Mat Roof Board or SECUROCK LRF-M PVC-BA or PVC-BA-H -45.0%
deck ! B4 2-inch embedment) ’ Gypsum-Fiber Roof Board or min. 0.5-inch EnergyGuard
HD Polyiso Cover Board
Existing Min. 2-inch EnerevGuard Polviso Drill-Tec Polymer Gyptec with 1 per Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat
G-25. | gypsum Ineuration Ene géuar Ut Drill-Tec 3” Gyptec Plate (Min. | Zp r2 | Roof Board or SECUROCK Gypsum-Fiber Roof Board or LRF-M PVC-BA or PVC-BA-H -45.0*
deck ’ gy 2-inch embedment) ! min. 0.5-inch EnergyGuard HD Polyiso Cover Board
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with . . . .
G-26. | gypsum Insulation, EnergyGuard Ultra Polyiso | Drill-Tec 3” Gyptec Plate (Min. Lper | Min. 0.5-inch EnergyGuard Polyiso Insulation, 0B500 PVC-BA or PVC-BA-H -45.0%
) . 2.0 ft2 EnergyGuard Ultra Polyiso Insulation
deck Insulation 2-inch embedment)
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with . . . .
G-27. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate (Min. 1 per Min. 0.5-inch EnergyGu‘ard POIYIS? Insulation, 0B500 PVC-BA or PVC-BA-H -45.0*
) . 2.9 ft2 EnergyGuard Ultra Polyiso Insulation
deck Insulation 2-inch embedment)
Optional min. 0.5-inch EnergyGuard Polyiso Insulation,
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per EnergyGuard Ultra Polyiso Insulation followed by min.
G-28. gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate (Min. ) (’;ftZ 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Roof OB500 PVC-BA or PVC-BA-H -45.0*
deck Insulation 2-inch embedment) ’ Board or SECUROCK Gypsum-Fiber Roof Board or min.
0.5-inch EnergyGuard HD Polyiso Cover Board
Optional min. 0.5-inch EnergyGuard Polyiso Insulation,
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per EnergyGuard Ultra Polyiso Insulation followed by min.
G-29. gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate (Min. ) gftz 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Roof OB500 PVC-BA or PVC-BA-H -45.0*
deck Insulation 2-inch embedment) ’ Board or SECUROCK Gypsum-Fiber Roof Board or min.
0.5-inch EnergyGuard HD Polyiso Cover Board
Existing Min. 2-inch EneravGuard Polviso Drill-Tec Polymer Gyptec with 1 per Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat
G-30. gypsum Insu.Iation Ener géuard UItrZ Drill-Tec 3” Gyptec Plate (Min. 3 zpftz Roof Board or SECUROCK Gypsum-Fiber Roof Board or 0OB500 PVC-BA or PVC-BA-H -45.0*
deck ’ &Y 2-inch embedment) ’ min. 0.5-inch EnergyGuard HD Polyiso Cover Board
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TABLE 68: GYPSUM DECKS - REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck Attach Attach Roof Cover (Note 15) MDP
ttac ac
No. (Note 1) Type Fasten (Note 11) Type (psf)
yP ote (Note 17) o (Notes 6,7,8)
EVERGUARD PVC / EVERGUARD PVC QUICK LAY ADHESIVE APPLICATIONS:
Existing . . . Drill-Tec Polymer Gyptec with
Min. 1.5-inch E Guard Pol 1
G-31. | gypsum n . inch Energytauarc Folylso Drill-Tec 3” Gyptec Plate (Min. per Min. 0.5-inch EnergyGuard Polyiso Insulation LRF-M PVC-QL -45.0*
Insulation, EnergyGuard Ultra . 2.0 ft?
deck 2-inch embedment)
Existing . . . Drill-Tec Polymer Gyptec with
G-32. gypsum Min. 2 -|nch EnergyGuard Polyiso Drill-Tec 3” Gyptec Plate (Min. 1 per Min. 0.5-inch EnergyGuard Polyiso Insulation LRF-M PVC-QL -45.0*
Insulation, EnergyGuard Ultra . 2.9 ft?
deck 2-inch embedment)
- . . Optional min. 0.5-inch EnergyGuard Polyiso Insulation,
G-33 EXIS:Lnni Min. 1.5-inch EnergyGuard Polyiso g::::::i :?Zmigfz?:te;(\?\l/llti: 1 per EnergyGuard Ultra followed by min. 0.25-inch DensDeck LRE-M pvC-QL 45,0
: i?ik Insulation, EnergyGuard Ultra 2-inch embedy:ment) : 2.0 ft2 Prime or SECUROCK Gypsum-Fiber Roof Board or min. ’
0.5-inch EnergyGuard HD Polyiso Cover Board
- . . Optional min. 0.5-inch EnergyGuard Polyiso Insulation,
G-34 EXIS:Lnni Min. 2-inch EnergyGuard Polyiso g::::::i :?Zmigfz?:te;(\?\l/llti: 1 per EnergyGuard Ultra followed by min. 0.25-inch DensDeck LRE-M pvC-QL 45,0
: i?ik Insulation, EnergyGuard Ultra 2-inch embedy:ment) : 2.9 ft2 Prime or SECUROCK Gypsum-Fiber Roof Board or min. ’
0.5-inch EnergyGuard HD Polyiso Cover Board
Existing . ) . Drill-Tec Polymer Gyptec with Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-
G-35. gypsum Min. 2-|nch EnergyGuard Polyiso Drill-Tec 3” Gyptec Plate (Min. 1 per Fiber Roof Board or min. 0.5-inch EnergyGuard HD Polyiso | LRF-M PVC-QL -45.0*
Insulation, EnergyGuard Ultra . 3.2 ft?
deck 2-inch embedment) Cover Board
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with Mo
G-36. gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate (Min. 2 gftz Min. 0.5-inch EnergyGuard Polyiso Insulation OB500 PVC-QL -45.0*
deck Insulation 2-inch embedment) ’
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per
G-37. gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate (Min. 5 gpftl Min. 0.5-inch EnergyGuard Polyiso Insulation OB500 PVC-QL -45.0*
deck Insulation 2-inch embedment) ’
Optional min. 0.5-inch EnergyGuard Polyiso Insulation,
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per EnergyGuard Ultra Polyiso Insulation followed by min.
G-38. gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate (Min. 5 gftl 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber OB500 PVC-QL -45.0*
deck Insulation 2-inch embedment) ’ Roof Board or min. 0.5-inch EnergyGuard HD Polyiso
Cover Board
Optional min. 0.5-inch EnergyGuard Polyiso Insulation,
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per EnergyGuard Ultra Polyiso Insulation followed by min.
G-39. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate (Min. 5 gftz 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber 0OB500 Pvc-QL -45.0*
deck Insulation 2-inch embedment) ’ Roof Board or min. 0.5-inch EnergyGuard HD Polyiso
Cover Board
Existing . . . Drill-Tec Polymer Gyptec with Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-
G-40. | gypsum Min. 2 .|nch EnergyGuard Polyiso Drill-Tec 3” Gyptec Plate (Min. 1 per Fiber Roof Board or min. 0.5-inch EnergyGuard HD Polyiso | OB500 PVC-QL -45.0*
Insulation, EnergyGuard Ultra R 3.2 ft2
deck 2-inch embedment) Cover Board
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TABLE 68: GYPSUM DECKS - REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

_— Deck Base Insulation Layer Top Insulation Layer i
ystem ec
Attach Attach Roof Cover (Note 15)
No. (Note 1) Type Fasten (Note 11) Type (psf)
yP ote (Note 17) o (Notes 6,7,8)
PVC Quick SPRAY ADHESIVE APPLICATIONS:
Existing . . . Drill-Tec Polymer Gyptec with
Min. 1.5-inch E Guard Pol 1
G-41. gypsum In;:Iatior:nEnerr‘e"gzaruda[JItrZ yiso Drill-Tec 3” Gyptec Plate (Min. ) g?trz Min. 0.5-inch EnergyGuard Polyiso Insulation LRF-M PVC-QS -45.0*
deck ’ gy 2-inch embedment) ’
Existing . . . Drill-Tec Polymer Gyptec with
G-42. gypsum Il\:;zizazti::hEirzrgyGGu:arrddUPIfrIZIso Drill-Tec 3” Gyptec Plate (Min. 21;?:2 Min. 0.5-inch EnergyGuard Polyiso Insulation LRF-M PVC-QS -45.0*
deck ’ gy 2-inch embedment) ’
- . . Optional min. 0.5-inch EnergyGuard Polyiso Insulation,
G-43 EXIS:Lnni Min. 1.5-inch EnergyGuard Polyiso g:::-lz :?Zmigfz?:te;(\?\l/llti: 1 per EnergyGuard Ultra followed by min. 0.25-inch DensDeck LRE-M PVC-QS 45.0%
: i?ik Insulation, EnergyGuard Ultra 2-inch embedy:ment) : 2.0 ft2 Prime or min. 0.5-inch EnergyGuard HD Polyiso Cover ’
Board
- . . Optional min. 0.5-inch EnergyGuard Polyiso Insulation,
G-44 EXIS:Lnni Min. 2-inch EnergyGuard Polyiso g:::-lz :?Zmigfz?:te;(\?\l/llti: 1 per EnergyGuard Ultra followed by min. 0.25-inch DensDeck LRE-M PVC-QS 45.0%
: i?ik Insulation, EnergyGuard Ultra 2-inch embedy:ment) : 2.9 ft2 Prime or min. 0.5-inch EnergyGuard HD Polyiso Cover ’
Board
G-45 EXIS:Lnng] Min. 2-inch EnergyGuard Polyiso B::::::I:E g’(’)l(\gmetrefzfatf:(vl\\l/llti: 1 per Min. 0.25-inch DensDeck Prime or min. 0.5-inch LRE-M PVC-QS 45.0%
! i\ggk Insulation, EnergyGuard Ultra 2-inch embedy:ment) ! 3.2 ft2 EnergyGuard HD Polyiso Cover Board ’
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with Mo
G-46. gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate (Min. 2 gftz Min. 0.5-inch EnergyGuard Polyiso Insulation OB500 PVC-QS -45.0*
deck Insulation 2-inch embedment) ’
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per
G-47. gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate (Min. 5 gpftl Min. 0.5-inch EnergyGuard Polyiso Insulation OB500 PVC-QS -45.0*
deck Insulation 2-inch embedment) ’
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1per S::ronglu?rlz.t?l.tsr::’cohl ﬁ::ﬁ:ﬁgisnpgﬁxézsﬁIar:?nn'
G-48. gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate (Min. P g.y y X K v X OB500 PVC-QS -45.0*
deck Insulation 2-inch embedment) 2.0 ft2 0.25-inch DensDeck Prime or min. 0.5-inch EnergyGuard
HD Polyiso Cover Board
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per S::ronglu?rlz.t?l.tsr::’cohl ﬁ::ﬁ:ﬁgisnpgﬁxézsﬁIar:?nn'
-49. gypsum nsulation, EnergyGuar tra Polyiso rill-Tec yptec Plate (Min. . . . . - -45.
G-49 Insulation, EnergyGuard Ultra Polyi Drill-Tec 3" G Plate (Mi P gy Y y min. OB500 PVC-QS 45.0%
deck Insulation 2-inch embedment) 2.9 ft2 0.25-inch DensDeck Prime or min. 0.5-inch EnergyGuard
HD Polyiso Cover Board
6-50 EXIS:Lan Min. 2-inch EnergyGuard Polyiso B:::::I:E :?Zmigfzf;f:(mti: 1 per Min. 0.25-inch DensDeck Prime or min. 0.5-inch 0B500 PVC-QS 45.0*
: izzk Insulation, EnergyGuard Ultra 2-inch embedynrient) : 3.2 ft2 EnergyGuard HD Polyiso Cover Board ’
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
. . . One or more layers, any combination, Min. 0.5-inch
E Drill- -WB -LM (12-
G-51 XIS:Lnri Min. 1.5-inch EnergyGuard Polyiso D::::-I:E S?Zmet;?zfatf:(vl\vlllti: 1 per EnergyGuard Polyiso Insulation, EnergyGuard Ultra LRE-M iPn\i(r:'nFoV:)’o}:Y’(\:/FCFTO( 45.0*
! il’zk Insulation, EnergyGuard Ultra 2-inch embedyrfment) : 2.0 ft2 Polyiso Insulation or Min. 0.25-inch DensDeck Prime or (124“&{ oc) ’
SECUROCK Gypsum-Fiber Roof Board -
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NEmoO | etc.e
TABLE 68: GYPSUM DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck Attach Attach Roof Cover (Note 15 MDP
ttac acl
No. Note 1 Type Fasten (Note 11) Type (psf)
(Note 1) yP ote (Note 17) o (Notes 6,7,8)
e . . One or more layers, any combination, Min. 0.5-inch
Existing . . . Drill-Tec Polymer Gyptec with . .
Min. 1.5-inch EnergyGuard Polyiso . ” . 1 per EnergyGuard Polyiso Insulation, EnergyGuard Ultra . «
G52, gypsum Insulation, EnergyGuard Ultra Dr.|I| Tec 3" Gyptec Plate (Min. 2.0 ft2 Polyiso Insulation or Min. 0.25-inch DEXcell FA Glass Mat LRF-M PVCF-LM (12-inch o.c.) 45.0
deck 2-inch embedment)
Roof Board
Existing s . Drill-Tec Polymer Gyptec with One or more Iayer-s, any comblnatlon, {n- O PVCF-WB, PVCF-LM (12-
Min. 2-inch EnergyGuard Polyiso . ” . 1 per EnergyGuard Polyiso Insulation, EnergyGuard Ultra .
G-53. gypsum . Drill-Tec 3” Gyptec Plate (Min. ; . K ] . LRF-M inch o.c.) or PVCF-LO -45.0*
deck Insulation, EnergyGuard Ultra 2-inch embedment) 2.9 ft2 Polyiso Insulation or Min. 0.25-inch DensDeck Prime or (12-inch o.c.)
SECUROCK Gypsum-Fiber Roof Board o
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per S::r;);g:f:rz lsz%zzloalzzJg:;::]nitr:(;:é\’/\glgészl?rcah
B . &7 o ” B y . ~ i ~ *
Gtk Eypsum Insulation, EnergyGuard Ultra Dr.|II Tec 3" Gyptec Plate (Min. 2.9 ft2 Polyiso Insulation or Min. 0.25-inch DEXcell FA Glass Mat LRF-M PVCF-LM (12-inch o.c.) 45.0
deck 2-inch embedment)
Roof Board
Existing Min. 2-inch EnergyGuard Polyiso Dr!II—Tec P’cl)lymer Gyptec Wlt.h 1 per Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum- .PVCF_WB’ PVCF-LM (12-
G-55. gypsum ) Drill-Tec 3” Gyptec Plate (Min. N LRF-M inch o.c.) or PVCF-LO -45.0*
Insulation, EnergyGuard Ultra - 3.2 ft2 Fiber Roof Board R
deck 2-inch embedment) (12-inch o.c.)
Existing ) ) . Drill-Tec Polymer Gyptec with
G-56. gypsum Min. 2 '|nch EnergyGuard Polyiso Drill-Tec 3” Gyptec Plate (Min. 1 per Min. 0.25-inch DEXcell FA Glass Mat Roof Board LRF-M PVCF-LM (12-inch o.c.) -45.0*
Insulation, EnergyGuard Ultra . 3.2 ft2
deck 2-inch embedment)
| ination, Min. 0.5-inch
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with ORQr more ayer's, any con?blnatlon, in. 0.5-inc PVCF-WB, PVCF-LM (12-
. . . ” . 1 per EnergyGuard Polyiso Insulation, EnergyGuard Ultra .
G-57. gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate (Min. . ) . ; . OB500 inch o.c.) or PVCF-LO -45.0*
deck Insulation 2-inch embedment) 2.0 ft2 Polyiso Insulation or Min. 0.25-inch DensDeck Prime or (12-inch o.c.)
SECUROCK Gypsum-Fiber Roof Board -
| ination, Min. 0.5-inch
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per S::rg;g:::z :ZE,riz’oal:ZSg?::?:é:éyézaF(LSU:::E\
: . . - ” . , : P ) *
G-58. gypsum InsuIat!on, EnergyGuard Ultra Polyiso Dr.|II Tec 3” Gyptec Plate (Min. 20102 Polyiso Insulation or Min. 0.25-inch DEXcell FA Glass Mat 0OB500 PVCF-LM (12-inch o.c.) 45.0
deck Insulation 2-inch embedment)
Roof Board
| ination, Min. 0.5-inch
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with One or more ayer's, any con?blnatlon, in. 0.5-inc PVCF-WB, PVCF-LM (12-
) . . ” . 1 per EnergyGuard Polyiso Insulation, EnergyGuard Ultra .
G-59. gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate (Min. . ) . ; . OB500 inch o.c.) or PVCF-LO -45.0*
deck Insulation 2-inch embedment) 2.9 ft2 Polyiso Insulation or Min. 0.25-inch DensDeck Prime or (12-inch o.c.)
SECUROCK Gypsum-Fiber Roof Board -
| ination, Min. 0.5-inch
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per S::r;);g::z sgﬁ/riz;)al:z:;r:;:;nztrz:éyGISagSUII:rCa
g : h i ” : , g r B *
G-60. | gypsum Insulat!on, EnergyGuard Ultra Polyiso Dr.|II Tec 3” Gyptec Plate (Min. 2902 Polyiso Insulation or Min. 0.25-inch DEXcell FA Glass Mat 0OB500 PVCF-LM (12-inch o.c.) 45.0
deck Insulation 2-inch embedment)
Roof Board
Existi Drill- i -WB LM (12-
xisting Min. 2-inch EnergyGuard Polyiso r!II Tec Pf,"yme’ Gyptec WIt.h 1 per Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum- .PVCF WB, PVCF-LM (
G-61. gypsum . Drill-Tec 3” Gyptec Plate (Min. . OB500 inch o.c.) or PVCF-LO -45.0*
Insulation, EnergyGuard Ultra . 3.2 ft2 Fiber Roof Board .
deck 2-inch embedment) (12-inch o.c.)
Existing . . . Drill-Tec Polymer Gyptec with
.24 . . 1 . . .
G-62. | gypsum Min. 2-inciignerciuard [olvigy Drill-Tec 3” Gyptec Plate (Min. PET | Min. 0.25-inch DEXcell FA Glass Mat Roof Board 0B500 PVCF-LM (12-inch o.c.) -45.0*
Insulation, EnergyGuard Ultra . 3.2 ft2
deck 2-inch embedment)
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NEmoO | etc.e
TABLE 6¢c: GYPSUM DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

System P B " Top Insulation Layer MOP
ec ase Layer
Attach Roof Cover (Note 15)
No. Note 1 Note 13, Note 17 sf
( ) ( ) Type Fastener (Note 11) Note 17 (psf)
EVERGUARD PVC OR EVERGUARD PVC KEE / EVERGUARD #2331 BONDING ADHESIVE OR EVERGUARD #2331 BONDING ADHESIVE H APPLICATIONS:
Existing (Optional) One or Min. 1.5-|r1ch EnergyGuard Polyiso Insulatlf)n, EnergyGuar.d Drill-Tec Polymer Gyptec with Drill-Tec 3” Gyptec Plate 1 per
G-63. | gypsum more layers, any Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Composite (Min. 2-inch embedment) 20t PVC-BA or PVC-BA-H -45.0*
deck combination Insulation or Ultra HD Composite Insulation ' ’
Existing (Optional) One or Mm.. 2-inch En.ergyGuard Polyiso Insglatlon, Energy(-.}uard Ultra Drill-Tec Polymer Gyptec with Drill-Tec 3” Gyptec Plate 1 per
G-64. | gypsum more layers, any Polyiso Insulation, EnergyGuard Polyiso-HD Composite (Min. 2-inch embedment) 402 PVC-BA or PVC-BA-H -45.0*
deck combination Insulation or Ultra HD Composite Insulation ' ’
Existing (Optional) One or Mm.. 2-inch En.ergyGuard Polyiso Insglatlon, EnergyG‘uuard Ultra Drill-Tec Locking Impact Nail (minimum withdrawal 1 per
G-65. | gypsum more layers, any Polyiso Insulation, EnergyGuard Polyiso-HD Composite resistance at slated embedment > 140 Ibf) 13f2 PVC-BA or PVC-BA-H -52.5
deck combination Insulation or Ultra HD Composite Insulation - ’
EVERGUARD PVC / EVERGUARD PVC QUICK LAY ADHESIVE APPLICATIONS:
Existing (Optional) One or Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard . . . ”
G-66. | gypsum more layers, any Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Composite (D'\;IlillnT;Ci:é)r:yemr:t:e?;Ezct)\Nlth rill-Tec 3" Gyptec Plate Zlgitrz PVC-QL -45.0*
deck combination Insulation or Ultra HD Composite Insulation ' ’
Existing (Optional) One or Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra . . . ”
G-67. | gypsum more layers, any Polyiso Insulation, EnergyGuard Polyiso-HD Composite ?“:::;Tsi::;yxge%\gt;i;mh Drill-Tec 3" Gyptec Plate 415:{2 PVC-QL -45.0*
deck combination Insulation or Ultra HD Composite Insulation ' ’
Existing (Optional) One or Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra . . L .
G-68. | gypsum more layers, any Polyiso Insulation, EnergyGuard Polyiso-HD Composite Eer;:L;encho:tklsTftlergZarst)gj:;g:t”:?:ag;thdrawal j:(fet'; PVC-QL -52.5
deck combination Insulation or Ultra HD Composite Insulation = ’
PVC QuICK SPRAY ADHESIVE APPLICATIONS:
Existing (Optional) One or Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard . . .
Drill-Tec Pol h Drill-Tec 3” Pl 1
G-69. | gypsum more layers, any Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Composite (l\:in ;_Cin:hy:n:e?gt;ct)wn rill-Tec 3" Gyptec Plate 5 g?—trz PVC-QS -45.0*
deck combination Insulation or Ultra HD Composite Insulation ' ’
Existing (Optional) One or Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra . . . ”
G-70. | gypsum more layers, any Polyiso Insulation, EnergyGuard Polyiso-HD Composite (Dl\;;':lnlee-ci:cor:yemr:t:eGdﬁ;ct)WIth rill-Tec 3" Gyptec Plate :g(fet'; PVC-QS -45.0*
deck combination Insulation or Ultra HD Composite Insulation ' ’
Existing (Optional) One or Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra . . S .
Drill-Tec Locking | Nail h | 1
G-71. | gypsum more layers, any Polyiso Insulation, EnergyGuard Polyiso-HD Composite rerslistaencceO:t ;Tagte?’;anf:)ec?;(ert”:?:(nt‘)’:)lt drawa 1 ;?trz PVC-QS -52.5
deck combination Insulation or Ultra HD Composite Insulation - ’
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
PVCF-WB, PVCF-LM
Existing (Optional) One or Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard . . . " . ’
Drill- Drill- 1 12- .C. -L
G-72. | gypsum more layers, any Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Composite (l\::LTii::;yxge%\gt;i)W'th rill-Tec 3" Gyptec Plate 5 g?—trz }12_:222 g z ; E\\;EEX(IS -45.0*
deck combination Insulation or Ultra HD Composite Insulation ' ’ Y
or PVCF-OB
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NEmoO | etc.
TABLE 6¢c: GYPSUM DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

System P E— Top Insulation Layer MOP
ec ase Layer
Attach Roof Cover (Note 15)
No. Note 1 Note 13, Note 17 sf
(Note 1) (Note ote 17) Type Fastener (Note 11) Nete 17 (psf)
Existing (Optional) One or Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra DI’I.||-TEC. Polymer Gyptec with Drill-Tec 3. Gyptec Plate PVCF—WB' PVCF-LM
G-73 sum more layers, an Polyiso Insulation, EnergyGuard Polyiso-HD Composite (Min. 2-inch embedment); 8 parts per min. 4x 8 ft 1 per (12-inch o.c.), PVCF-LO 45.0*
’ izzk combin;’tior; v Inszlllation or UItra; HD Ciym osite InZuIation P board with parts installed 24-inch o.c. in two parallel 4.0ft2 | (12-incho.c.), PVCF-XF '
P rows, 12 inches from the 8 ft edges of the board or PVCF-OB
Existing (Optional) One or MII’].. 2-inch En.ergyGuard Polyiso Instflatlon, EnergyG.:uard Ultra Drill-Tec Polymer Gyptec with Drill-Tec 3” Gyptec Plate 1 per PVCF-LM or PVCF-LO, X
G-74. | gypsum more layers, any Polyiso Insulation, EnergyGuard Polyiso-HD Composite X . ) K -45.0
L . . . (Min. 2-inch embedment) 2.9 ft 12-inch o.c.
deck combination Insulation or Ultra HD Composite Insulation
Existi i | PVCF-LM (4-inch o.c.
xisting (Optional) One or . . . . Drill-Tec Locking Impact Nail (minimum withdrawal 1 per ¢ ( .mc o.c),
G-75. | gypsum more layers, any Min. 2-inch EnergyGuard Polyiso Insulation resistance at slated embedment > 140 Ibf) 130 PVCF-LO (4-inch o.c.), -52.5
deck combination - ’ PVCF-XF or PVCF-OB

TABLE 6D: GYPSUM DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

Roof Cover (Note 15)
System No. Deck (Note 1 and Note 12) Surface Preparation Primer = MDP (psf)
- Base Ply Cap Ply
G-76. Existing poured gypsum None None None PVCF-OB -280.0
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE

BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)*
(Notes 6,7,8)
6,7,8)
EVERGUARD PVC OR EVERGUARD PVC KEE / EVERGUARD #2331 BONDING ADHESIVE OR EVERGUARD #2331 BONDING ADHESIVE H APPLICATIONS:
o . . . hot (O.ptlonal) Min. 0.25-inch DensDeck PVC-BA of PVC-
R-1. Existing asphalt BUR or mineral surface cap sheet Min. 1.5-inch EnergyGuard RA asphalt Prime or DEXcell FA Glass Mat Roof hot asphalt BA-H -45.0
P Board
(Optional) One or more layer(s), min. 0.5- . . .
Existing smooth- or granule-surfaced BUR or smooth- or inch EnergyGuard Polyiso Insulation, Min. 0.5-inch EnergyGuard HD Polyiso PVC-BA or PVC-
R-2. o . LRF-M Cover Board or EnergyGuard HD Plus LRF-M -75.0
granule-surfaced modified bitumen EnergyGuard RA or EnergyGuard Ultra y BA-H
. . Polyiso Cover Board
Polyiso Insulation
(Optional) Min. 0.25-inch DensDeck,
L One or more layer(s), min. 0.5-inch DEXcell FA Glass Mat Roof Board
R-3. Existing smooth- or grfar.wle-.surfaced BUR or smooth- or EnergyGuard Polyiso Insulation or LRF-M Prime or SECUROCK Gypsum-Fiber LRF-M PVC-BA or PVC- -75.0
granule-surfaced modified bitumen . . K X BA-H
EnergyGuard Ultra Polyiso Insulation Roof Board or min. 0.5-inch
EnergyGuard HD Polyiso Cover Board
One or more layer(s), min. 0.5-inch
Existing smooth- or granule-surfaced BUR or smooth- or EnergyGuard Polyiso Insulation, Min. 0.5-inch Structodek High Density
R-4. granule-surfaced modified bitumen EnergyGuard RA or EnergyGuard Ultra LRF-M Fiberboard Roof Insulation LRF-M PVC-BA 825
Polyiso Insulation
RS, Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5—|nch LRE-M None N/A PVC-BA or PVC- 1100
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation BA-H
Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- Min. 1.5-inch EnergyGuard Polyiso- PVC-BA or PVC-
R-6. €8 ' P Pp > layeris), min. 2. LRF-M HD Composite Insulation or Ultra HD | LRF-M -110.0
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation . . BA-H
Composite Insulation
R-7 Existing gravel-surfaced BUR, brushed/spudded and One or more layer(s), min. 1.5-inch LRF-M, 6- None N/A PVC-BA or PVC- 1575
’ vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c. BA-H ’
Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- LRF-M, 6- Min. 1.5-|nc.h Energyﬁuard Polyiso- LRF-M, 6- PVC-BA or PVC-
R-8. . . . X HD Composite Insulation or Ultra HD . -157.5
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. . . inch o.c. BA-H
Composite Insulation
L (Optional) One or more layer(s), min. 0.5-
Existing smooth- or granule-surfaced BUR or smooth- or . . . . . .
hE Guard Pol | lat| Min. 1.5-inch E Guard Pol - PVC-BA or PVC-
R-9. | granule-surfaced SBS or granule-surfaced APP modified inch Energybuard FolyIso Insuation, LRF-M N ~->7Inen Eneryluard Folyiso LRF-M or -165.0
. EnergyGuard RA or EnergyGuard Ultra HD Composite Insulation BA-H
bitumen h .
Polyiso Insulation
L One or more layer(s), min. 0.5-inch
Existing smooth- or granule-surfaced BUR or smooth- or . X . . .
E Guard Pol | lat .1.5- D -B. -
R-10. | granule-surfaced SBS or granule-surfaced APP modified nergy’suard Folylso insulation, LRF-M Min .5 inch Ultra HD Composite LRF-M PVC-BA or PVC -180.0
. EnergyGuard RA or EnergyGuard Ultra Insulation BA-H
bitumen . .
Polyiso Insulation
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
(Notes 6,7,8)
6,7,8)
Existing smooth- or granule-surfaced BUR or smooth- or . . . . . .
R-11. | granule-surfaced SBS or granule-surfaced APP modified (Optional) Min. 0.5-inch EnergyGuard LRF-M M@ 1..5-|nch Ultr S hiposite LRF-M PVC-BA or PVC- -187.5
. Ultra Insulation BA-H
bitumen
R-12 Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- LRF-M, 4- Min. 1.5-inch Ultra HD Composite LRF-M, 4- PVC-BA or PVC- 1875
" | vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. Insulation inch o.c. BA-H ’
R13. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5-|nch !.RF-M, 4- None N/A PVC-BA or PVC- 2000
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c. BA-H
Existing smooth- or granule-surfaced BUR or smooth- or One or more layer(s), min. 1.5-inch PVC-BA or PVC-
R-14. | granule-surfaced SBS or granule-surfaced APP modified EnergyGuard Polyiso Insulation, LRF-M None N/A BA-H -225.0
bitumen EnergyGuard Ultra Polyiso Insulation
Min. 0.25-inch DensDeck Prime,
Existing smooth- or granule-surfaced BUR or smooth- or (Optional) One or more layer(s), min. 0.5- DEXcell FA Glass Mat Roof Board or PVC-BA or PVC-
R-15. | granule-surfaced SBS or granule-surfaced APP modified inch EnergyGuard Polyiso Insulation, LRF-M SECUROCK Gypsum-Fiber Roof Board LRF-M -225.0
. X . . . BA-H
bitumen EnergyGuard Ultra Polyiso Insulation or min. 0.5-inch EnergyGuard HD
Polyiso Cover Board
Existing smooth- or granule-surfaced asphalt BUR or SBS gOptmnaI) Onglll morg layer(s), .mm' 0.5- Min. 0.5-inch EnergyGuard HD Polyiso
. ) - inch EnergyGuard Polyiso Insulation, LRF-M LRF-M PVC-BA or PVC-
R-16. modified bitumen or granule-surfaced APP modified . Cover Board or EnergyGuard HD Plus . -75.0
X EnergyGuard RA or EnergyGuard Ultra Canister R Canister BA-H
bitumen . Y Polyiso Cover Board
Polyiso Insulation
L (Optional) One or more layer(s), min. 0.5-
E h- le-surf halt BUR B
X|st!n.g sm.oot or granule-surfaced asphalt U. .or 585 inch EnergyGuard Polyiso Insulation, LRF-M Min. 1.5-inch EnergyGuard Polyiso- LRF-M PVC-BA or PVC-
R-17. modified bitumen or granule-surfaced APP modified . R . . -165.0
bitumen EnergyGuard RA or EnergyGuard Ultra Canister HD Composite Insulation Canister BA-H
Polyiso Insulation
Existi h- le-surf halt BUR B
X|st!n.g sm.oot or granule-surfaced asphalt U. .or - One or more layer(s), min. 0.5-inch LRF-M PVC-BA or PVC-
R-18. modified bitumen or granule-surfaced APP modified . X . None N/A -180.0
X EnergyGuard Polyiso Insulation Canister BA-H
bitumen
Existi th- le-surfaced asphalt BUR or SBS
XIS UNE SMOOth- af granullesuirtaced asphal: B g One or more layer(s), min. 1.5-inch LRF-M PVC-BA or PVC-
R-19. modified bitumen or granule-surfaced APP modified . K . None N/A -225.0
X EnergyGuard Polyiso Insulation Canister BA-H
bitumen
Existi - - B B i in. 1.5- . . .
X|st!n.g sm.ooth or granule-surfaced asphalt U.R.or SBS §Opt|ona|) One or morg layer(s), mln 5 LRE-M Min. 0.25-inch DensDeck Prime or LRE-M PVC-BA or PVC-
R-20. modified bitumen or granule-surfaced APP modified inch EnergyGuard Polyiso Insulation, . X . -225.0
X Canister SECUROCK Gypsum-Fiber Roof Board Canister BA-H
bitumen EnergyGuard RA
R21. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5—inch LRE-XE None N/A PVC-BA or PVC- 1100
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation BA-H
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
6.7.8 (Notes 6,7,8)
. . . Min. 1.5-inch EnergyGuard Polyiso-
R.22. Existing gravel-surfaced BUR, brushed/spudded and ?Optlonal) One or morf.z layer(s), mln. 1.5- LREXE HD Composite Insulation or Ultra HD LREXE PVC-BA or PVC- 1100
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation \ . BA-H
Composite Insulation
R-23. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5-|nch !.RF-XF, 6- None N/A PVC-BA or PVC- 1575
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c. BA-H
Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- LRF-XF, 6- Min. 1.5-|nc‘h Enerquuard Polyiso- LRF-XF, 6- PVC-BA or PVC-
R-24. . . . X HD Composite Insulation or Ultra HD . -157.5
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. y . inch o.c. BA-H
Composite Insulation
(Optional) One or more layer(s), min. 0.5-
R-25 Existing smooth- or granule-surfaced BUR; smooth- or inch EnergyGuard Polyiso Insulation, LRE-XE Min. 1.5-inch EnergyGuard Polyiso- LRE-XE PVC-BA or PVC- 165.0
" | granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra HD Composite Insulation BA-H ’
Polyiso Insulation
Min. 0.25-inch DensDeck Prime,
(Optional) One or more layer(s), min. 0.5- DEXcell FA Glass Mat Roof Board or
R-26 Existing smooth- or granule-surfaced BUR; smooth- or inch EnergyGuard Polyiso Insulation, LRE-XE SECUROCK Gypsum-Fiber Roof Board LRE-XE PVC-BA or PVC- 1800
’ granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra or min. 0.5-inch EnergyGuard HD BA-H '
Polyiso Insulation Polyiso Cover Board or min. 1.5-inch
Ultra HD Composite Insulation
Existing smooth- or granule-surfaced BUR; smooth- or One or more layer(s), min. 0.5-inch PVC-BA or PVC-
R-27. & & e EnergyGuard Polyiso Insulation, LRF-XF None N/A -180.0
granule-surfaced SBS or APP modified bitumen . . BA-H
EnergyGuard Ultra Polyiso Insulation
R-28 Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- LRF-XF, 4- Min. 1.5-inch Ultra HD Composite LRF-XF, 4- PVC-BA or PVC- 1875
" | vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. Insulation inch o.c. BA-H ’
R-29. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1'.5—|nch !_RF—XF, 4- None N/A PVC-BA or PVC- -200.0
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c. BA-H
o y . One or more Iayer.(s), min. 1'.5—|nch PVC-BA or PVC-
R-30. Existing smooth-surfaced modified bitumen EnergyGuard Polyiso Insulation or LRF-XF None N/A BAH -222.5
EnergyGuard Ultra Polyiso Insulation
One or more layer(s), min. 1.5-inch
; : PVC-BA or PVC-
R-31. Existing smooth-surfaced BUR EnergyGuard Polyiso Insulation or LRF-XF None N/A BAH or -262.5
EnergyGuard Ultra Polyiso Insulation
o N . One or more Iayer.(s), min. 1'.5—|nch PVC-BA or PVC-
R-32. Existing granule-surfaced modified bitumen EnergyGuard Polyiso Insulation or LRF-XF None N/A BAH -270.0
EnergyGuard Ultra Polyiso Insulation
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
6.7.8 (Notes 6,7,8)
Min. 0.25-inch DEXcell FA Glass Mat
- . . (Optional) One or more layer(s), min. 2- Roof Board or SECUROCK Gypsum- PVC-BA or PVC-
R-33. Existing smooth-surfaced modified bitumen inch EnergyGuard RA LRF-XF Fiber Roof Board or min. 0.5-inch LRF-XF BA-H 222.5
EnergyGuard HD Polyiso Cover Board
o One or more Iayer.(s), min. 1..5-|nch PVC-BA or PVC-
R-34. Existing granule-surfaced cap membrane EnergyGuard Polyiso Insulation, LRF-XF None N/A BAH -225.0
EnergyGuard Ultra Polyiso Insulation
Min. 0.25-inch DensDeck Prime,
(Optional) One or more layer(s), min. 1.5- DEXcell FA Glass Mat Roof Board or PVC-BA or PVC-
R-35. Existing granule-surfaced cap membrane inch EnergyGuard Polyiso Insulation, LRF-XF SECUROCK Gypsum-Fiber Roof Board LRF-XF -225.0
. . . . BA-H
EnergyGuard Ultra Polyiso Insulation or min. 0.5-inch EnergyGuard HD
Polyiso Cover Board
s Min. 0.25-inch SECUROCK Gypsum-Fiber
E h-surf BUR le-surf: K X PVC-BA or PVC-
R-36. mstwg sm.oot surfaced BUR or granule-surfaced Roof Board or min. 0.5-inch EnergyGuard LRF-XF None N/A C-BAorPVC -245.0
modified bitumen ) BA-H
HD Polyiso Cover Board
Min. 0.25-inch DEXcell FA Glass Mat
R-37 Existing smooth-surfaced BUR or granule-surfaced One or more layer(s), min. 2-inch LRE-XE Roof Board or SECUROCK Gypsum- LRE-XE PVC-BA or PVC- 2475
’ modified bitumen EnergyGuard RA Fiber Roof Board or min. 0.5-inch BA-H :
EnergyGuard HD Polyiso Cover Board
Min. 0.25-inch DensDeck Prime or
Existing smooth- or granule-surfaced BUR; smooth- or . ; .
Min. 1.5- .1 f, | If DEXcell FA Gl Mat Roof B PVC-BA or PVC-
R-38. granule-surfaced SBS modified bitumen or granule- n . RN FIPCf, Insulfoam 0OB500 . ce X Glass Mat Roof Board or. 0OB500 ¢ orPve -45.0
o R Roofing EPS min. 0.5-inch EnergyGuard HD Polyiso BA-H
surfaced APP modified bitumen
Cover Board
eiing smot o g st U smootar | 0769 TS I i 05 e et
R-39. | granule-surfaced SBS modified bitumen or granule- &Y i ! OB500 . L OB500 PVC-BA -82.5
o R EnergyGuard RA or EnergyGuard Ultra 0.5-inch EnergyGuard HD Polyiso
surfaced APP modified bitumen A .
Polyiso Insulation Cover Board
Opti 1)O | in. 0.5-
Existing smooth- or granule-surfaced BUR; smooth- or gn; |é):ear) gja(:; r;r?sj}/:stﬁslgtgr Min. 0.5-inch EnergyGuard HD Polyiso PVC-BA oF PVC-
R-40. | granule-surfaced SBS modified bitumen or granule- &y Y 4 OB500 Cover Board or EnergyGuard HD Plus OB500 -97.5
i R EnergyGuard RA or EnergyGuard Ultra R BA-H
surfaced APP modified bitumen . . Polyiso Cover Board
Polyiso Insulation
RA1. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1'.5—|nch 0B500 .(Opt|or.1a|) Additional layer of base 0B500 PVC-BA or PVC- 1100
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation insulation BA-H
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
6.7.8 (Notes 6,7,8)
. . . Min. 1.5-inch EnergyGuard Polyiso-
R.42. Existing gravel-surfaced BUR, brushed/spudded and ?Optlonal) One or morf.z layer(s), mln. 1.5- 0B500 HD Composite Insulation or Ultra HD 0B500 PVC-BA or PVC- 1100
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation \ . BA-H
Composite Insulation
Existing smooth- or granule-surfaced BUR; smooth- or f,?citlg:;l) Ogja(:; :];r?sf}/:gfjslgt?;:\n. 0.5- Min. 1.5-inch EnergyGuard Polyiso- PVC-BA or PVC-
R-43. granule-surfaced SBS modified bitumen or granule- gy v ! 0OB500 HD Composite Insulation or Ultra HD 0OB500 -120.0
e R EnergyGuard RA or EnergyGuard Ultra X . BA-H
surfaced APP modified bitumen . . Composite Insulation
Polyiso Insulation
Min. 0.25-inch DensDeck Prime,
Existing smooth- or granule-surfaced BUR; smooth- or . . . . DEXcell FA Glass Mat Roof Board or
o [) Min. 2-inch, min. 1.0 pcf, ) PVC-BA or PVC-
R-44. | granule-surfaced SBS modified bitumen or granule- fr?sztllfir;? Rolcr:ﬁn I:TDS min. 1.0 pc OB500 SECUROCK Gypsum-Fiber Roof Board 0OB500 BA—CH orPve -120.0
surfaced APP modified bitumen J or min. 0.5-inch EnergyGuard HD
Polyiso Cover Board
R-45 Existing gravel-surfaced BUR, brushed/spudded and Min. 1.5-inch EnergyGuard Polyiso 0B500, 6- | (Optional) Additional layer of base 0OB500, 6- PVC-BA or PVC- 1575
" | vacuumed to remove loose gravel Insulation inch o.c. insulation inch o.c. BA-H ’
Additional optional layers base
insulation foll in. 1.5-inch
Existing gravel-surfaced BUR, brushed/spudded and (Optional) Min. 1.5-inch EnergyGuard OB500, 6- insulation fo oweFI by min. 1.5 mlc OB500, 6- PVC-BA or PVC-
R-46. . q X EnergyGuard Polyiso-HD Composite . -157.5
vacuumed to remove loose gravel Polyiso Insulation inch o.c. . R inch o.c. BA-H
Insulation or Ultra HD Composite
Insulation
One or more layer(s), min. 0.5-inch
Existing smooth- or granule-surfaced BUR; smooth- or EnergyGuard Polyiso Insulation, PVC-BA or PVC-
R-47. granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra OB500 None N/A BA-H -180.0
Polyiso Insulation
(Optional) One or more layer(s), min. 0.5- gIEI;c(eJIIZEAIZ}CIESST\;I]ZtD;g;fgcT;er::{ or
R4S, Existing smooth- or granule-surfa;e.d BU.R; smooth- or inch EnergyGuard Polyiso Insulation, OB500 SECUROCK Gypsum-Fiber Roof Board 0B500 PVC-BA or PVC- 1800
granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra R X BA-H
. . or min. 0.5-inch EnergyGuard HD
Polyiso Insulation R
Polyiso Cover Board
R-49 Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- OB500, 4- | Min. 1.5-inch Ultra HD Composite 0OB500, 4- PVC-BA or PVC- 1875
" | vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. Insulation inch o.c. BA-H ’
R-50 Existing gravel-surfaced BUR, brushed/spudded and One or more layer(s), min. 1.5-inch OB500, 4- | (Optional) Additional layer of base 0OB500, 4- PVC-BA or PVC- 200.0
’ vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c. insulation inch o.c. BA-H ’
L . One or more layer(s), min. 1.5-inch
R-51. Existing smooth- or granule-surfaFe.:d BU_R’ priooth- or EnergyGuard Polyiso Insulation or OB500 None N/A PVC-BA or PVC -225.0
granule-surfaced SBS or APP modified bitumen . . BA-H
EnergyGuard Ultra Polyiso Insulation
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
6.7.8 (Notes 6,7,8)
Min. 0.25-inch D Deck Pri
(Optional) One or more layer(s), min. 1.5- iggll.25Ngch DARDeEggime,
Existing smooth- or granule-surfaced BUR; smooth- or inch EnergyGuard Polyiso Insulation DIFceTNg Sggs MERRAST Board or PVC-BA or PVC-
R-52. g g ced BUR; gy v 4 0B500 SECUROCK Gypsum-Fiber Roof Board | OB500 2250
granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra . . BA-H
Polvieo Insulation or min. 0.5-inch EnergyGuard HD
Y Polyiso Cover Board
EVERGUARD PVC / EVERGUARD PVC QuUICK LAY ADHESIVE APPLICATIONS:
h ional) Min. 0.25-inch DensDeck
R-53. Existing asphalt BUR or mineral surface cap sheet Min. 1.5-inch EnergyGuard RA a;:halt f)?i?;fna ) Min. 0.25-inch DensDec hot asphalt | PVC-QL -45.0
(Optional) One or more layer(s), min. 0.5- Min. 0.5-inch EnergyGuard HD Polyiso
Existing smooth- or granule-surfaced BUR or smooth- or inch EnergyGuard Polyiso Insulation, Cover Board or EnergyGuard HD Plus
R-54. LRF-M . . . LRF-M PVC-QL -75.
> granule-surfaced modified bitumen EnergyGuard RA or EnergyGuard Ultra Polyiso Cover Board or min. 1.5-inch cQ >0
Polyiso Insulation Ultra HD Composite Insulation
R-55. Existing smooth- or grz.:\r.wle—.surfaced BUR or smooth- or One or more Iayer.(s), min. 0..5—|nch LRE-M None N/A pvC.QL 75.0
granule-surfaced modified bitumen EnergyGuard Polyiso Insulation
(Optional) One or more layer(s), min. 1.5- Min. 0.5-inch EnergyGuard HD Polyiso
Existing gravel-surfaced BUR, brushed/spudded and inch EnergyGuard Polyiso Insulation, Cover Board or EnergyGuard HD Plus
R-56. LRF-M . . . LRF-M PVC-QL -75.
>6 vacuumed to remove loose gravel EnergyGuard RA or EnergyGuard Ultra Polyiso Cover Board or min. 1.5-inch ca >0
Polyiso Insulation Ultra HD Composite Insulation
R-57. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1'.5—|nch LRE-M .(Optlor?al) Additional layer of base LRE-M pvC.QL 1100
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation insulation
R-58. Existing gravel-surfaced BUR, brushed/spudded and §Opt|0na|) One or mon.a layer(s), mln. 1.5- LRE-M Min. 1.5—|nc.h Enernguard Polyiso- LRE-M pvC.QL 1100
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation HD Composite Insulation
R-59 Existing gravel-surfaced BUR, brushed/spudded and One or more layer(s), min. 1.5-inch LRF-M, 6- (Optional) Additional layer of base LRF-M, 6- pvC-QL 1575
" | vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c. insulation inch o.c. ’
R-60 Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- LRF-M, 6- Min. 1.5-inch EnergyGuard Polyiso- LRF-M, 6- pvC-QL 1575
" | vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. HD Composite Insulation inch o.c. ’
(Optional) One or more layer(s), min. 0.5-
Existing smooth- or granule-surfaced BUR or smooth- or inch EnergyGuard Polyiso Insulation, Min. 1.5-inch EnergyGuard Polyiso-
R-61. LRF-M LRF-M PVC-QL -165.0
granule-surfaced modified bitumen EnergyGuard RA or EnergyGuard Ultra HD Composite Insulation Q
Polyiso Insulation
Existing smooth- or granule-surfaced BUR or smooth- or One or more layer(s), min. 0.5-inch
R-62. | granule-surfaced SBS or granule-surfaced APP modified 4 o o LRF-M None N/A PVC-QL -180.0
bitumen EnergyGuard Polyiso Insulation
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
(Notes 6,7,8)
6,7,8)
Opti 1)O | in. 0.5- Min. 0.25-inch DensDeck Pri
Exstng smooth- or granule-surfaced BUR or smooth-or | 2811 B0 1 DO YerEl O O SgsortrPhoot poard
R-63. | granule-surfaced SBS or granule-surfaced APP modified S v ' LRF-M . Q LRF-M pvC-QL -180.0
. EnergyGuard RA or EnergyGuard Ultra or min. 0.5-inch EnergyGuard HD
bitumen . . R
Polyiso Insulation Polyiso Cover Board
R-64 Existing gravel-surfaced BUR, brushed/spudded and One or more layer(s), min. 1.5-inch LRF-M, 4- (Optional) Additional layer of base LRF-M, 4- pvC-QL -200.0
" | vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c. insulation inch o.c. ’
Existing smooth- or granule-surfaced BUR or smooth- or One or more layer(s), min. 1.5-inch
R-65. | granule-surfaced SBS or granule-surfaced APP modified 4 v o LRF-M None N/A PVC-QL -225.0
. EnergyGuard Polyiso Insulation
bitumen
Existing smooth- or granule-surfaced BUR or smooth- or Min. 0.25-inch DensDeck Prime or
} ) ) i in. 1.5 ECUROCK -Fiber Roof B
R-66. | granule-surfaced SBS or granule-surfaced APP modified ?Optlonal) One or mort? layer(s), f“'” 15 LRF-M > CU. oc Fiypsum iber Roof Board LRF-M PVC-QL -225.0
. inch EnergyGuard Polyiso Insulation or min. 0.5-inch EnergyGuard HD
bitumen R
Polyiso Cover Board
Existing smooth- or granule-surfaced asphalt BUR or SBS §Opt|onal) One or mon.e layer(s), f“'”' Q> Min. 0.5-inch EnergyGuard HD Polyiso
e . i inch EnergyGuard Polyiso Insulation, LRF-M LRF-M
R-67. modified bitumen or granule-surfaced APP modified . Cover Board or EnergyGuard HD Plus . PVC-QL -75.0
. EnergyGuard RA or EnergyGuard Ultra Canister R Canister
bitumen A . Polyiso Cover Board
Polyiso Insulation
L (Optional) One or more layer(s), min. 0.5-
EXISt!rTg sm.ooth or granule-surfaced asphalt BU_R_ or 58S inch EnergyGuard Polyiso Insulation, LRF-M Min. 1.5-inch EnergyGuard Polyiso- LRF-M
R-68. modified bitumen or granule-surfaced APP modified . K . . PVC-QL -165.0
bitumen EnergyGuard RA or EnergyGuard Ultra Canister HD Composite Insulation Canister
Polyiso Insulation
L One or more layer(s), min. 0.5-inch . . .
Existing smooth- or granule-surfaced asphalt BUR or SBS EnereyGuard Polviso Insulation LRE-M (Optional) Min. 0.25-inch DensDeck LRE-M
R-69. modified bitumen or granule-surfaced APP modified gy v ! . Prime or SECUROCK Gypsum-Fiber . PVC-QL -180.0
X EnergyGuard RA or EnergyGuard Ultra Canister Canister
bitumen h . Roof Board
Polyiso Insulation
Existing smooth- or granule-surfaced asphalt BUR or SBS . .
(o) | . 1.5-inch LRF-M
R-70. | modified bitumen or granule-surfaced APP modified ne or more [ayer(s), min. 1.5-inc _ None N/A PvC-QL -225.0
. EnergyGuard Polyiso Insulation Canister
bitumen
Existi - - B i in. 1.5- . . .
X|st!n.g sm.ooth or granule-surfaced asphalt U.R‘ or SBS §Opt|ona|) One or morg layer(s), mln 5 LRE-M Min. 0.25-inch DensDeck Prime or LRE-M
R-71. modified bitumen or granule-surfaced APP modified inch EnergyGuard Polyiso Insulation, . . . PVC-QL -225.0
X Canister SECUROCK Gypsum-Fiber Roof Board Canister
bitumen EnergyGuard RA
R72. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5—inch LRE-XE None N/A pvC.QL 1100
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation
Existi - i in. 1.5- in. 1.5-i E iso-
R-73. xisting gravel-surfaced BUR, brushed/spudded and §Opt|ona|) One or morg layer(s), mln 5 LRE-XE Min. 1.5 |nc.h nernguard Polyiso LRE-XE pvC-QL 1100
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation HD Composite Insulation
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
(Notes 6,7,8)
6,7,8)
R74. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5—|nch !_RF—XF, 6- None N/A pvC.QL 1575
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- LRF-XF, 6- Min. 1.5-inch EnergyGuard Polyiso- LRF-XF, 6-
R-75. . . . . . . . PVC-QL -157.5
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. HD Composite Insulation inch o.c.
(Optional) One or more layer(s), min. 0.5-
Existing smooth- or granule-surfaced BUR; smooth- or inch EnergyGuard Polyiso Insulation, Min. 1.5-inch EnergyGuard Polyiso-
R-76. LRF-XF LRF-XF PVC-QL -165.
6 granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra HD Composite Insulation ca 65.0
Polyiso Insulation
One or more layer(s), min. 0.5-inch (Optional) Min. 0.25-inch DensDeck
Existing smooth- or granule-surfaced BUR; smooth- or EnergyGuard Polyiso Insulation, Prime or SECUROCK Gypsum-Fiber
R-77. LRF-XF . A LRF-XF PVC-QL -180.
granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra Roof Board or min. 0.5-inch ca 80.0
Polyiso Insulation EnergyGuard HD Polyiso Cover Board
R78. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5—|nch !_RF—XF, 4- None N/A pvC.QL -200.0
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
| in. 1.5-inch
R-79. Existing smooth-surfaced modified bitumen One or more ayer.(s), 1y .5 inc LRF-XF None N/A PVC-QL -222.5
EnergyGuard Polyiso Insulation
(Optional) One or more layer(s), min. 2- Min. 0.25-inch SECUROCK Gypsum-
R-80. | Existing smooth-surfaced modified bitumen ; P v ! ' LRF-XF Fiber Roof Board or min. 0.5-inch LRF-XF PVC-QL -222.5
inch EnergyGuard RA .
EnergyGuard HD Polyiso Cover Board
| in. 1.5-inch
R-81. Existing granule-surfaced cap membrane O QL ayer.(s), i .5 inc LRF-XF None N/A PVC-QL -225.0
EnergyGuard Polyiso Insulation
(Optional) One or more layer(s), min. 1.5- Min. 0.25-inch DensDeck Prime or
. inch EnergyGuard Polyiso Insulation, SECUROCK Gypsum-Fiber Roof Board
R-82. Existing granule-surfaced cap membrane EnergyGuard RA or EnergyGuard Ultra LRF-XF or min. 0.5-inch EnergyGuard HD LRF-XF PVC-QL -225.0
Polyiso Insulation Polyiso Cover Board
. Min. 0.25-inch SECUROCK Gypsum-Fiber
R-83. EXISt!rTg sm.ooth-surfaced BUR or granule-surfaced Roof Board or min. 0.5-inch EnergyGuard LRF-XF None N/A PVC-QL -245.0
modified bitumen .
HD Polyiso Cover Board
. . . Min. 0.25-inch SECUROCK Gypsum-
E - B - . 2- . K .
R-84. n:‘;i:;ids?;’:’:esn”rfaced UR S S::ror g:;:z ';Xer(s)’ min. 2-inch LRF-XF Fiber Roof Board or min. 0.5-inch LRF-XF pVC-QL 2475
&y EnergyGuard HD Polyiso Cover Board
in 155
R-85. | Existing smooth-surfaced BUR One or more layer(s), min. 1.5-inch LRF-XF None N/A pvC-QL 2625
EnergyGuard Polyiso Insulation
in 155
R-86. Existing granule-surfaced modified bitumen One or more Iayer.(s), min .5 inch LRF-XF None N/A PVC-QL -270.0
EnergyGuard Polyiso Insulation
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
6.7.8 (Notes 6,7,8)
Existing smooth- or granule-surfaced BUR; smooth- or Min. 1.5-inch. min. 1.0 ocf. Insulfoam Min. 0.25-inch DensDeck Prime or
R-87. | granule-surfaced SBS modified bitumen or granule- - ! - HUpC 0OB500 min. 0.5-inch EnergyGuard HD Polyiso | OB500 PVC-QL -45.0
o R Roofing EPS
surfaced APP modified bitumen Cover Board
Min. 0.5-inch EnergyGuard HD Polyiso
g st o grame sutaced U smont-or | (P08 s v, i 0 o S ot D e
R-88. | granule-surfaced SBS modified bitumen or granule- i v ' 0B500 v ; - ooin 0B500 PVC-QL 97.5
e R EnergyGuard RA or EnergyGuard Ultra EnergyGuard Polyiso-HD Composite
surfaced APP modified bitumen . . . R
Polyiso Insulation Insulation or Ultra HD Composite
Insulation
Min. 0.25-inch DensDeck Prime or
Existing smooth- or granule-surfaced BUR; smooth- or . R . . .
. . 1) Min. 2-inch, .1, f, SECUROCK G -Fiber Roof Board
R-89. | granule-surfaced SBS modified bitumen or granule- (Optional) Min. 2-inch, min. 1.0 pc 0B500 . 2ypsum-FIber Root Board - g5 PVC-QL -120.0
. R Insulfoam Roofing EPS or min. 0.5-inch EnergyGuard HD
surfaced APP modified bitumen X
Polyiso Cover Board
R-90. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5-|nch 0B500 None N/A pvC-QL 1100
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation
R-O1. Existing gravel-surfaced BUR, brushed/spudded and §Opt|0nal) One or morg layer(s), .mm. 1.5- 0B500 Min. 1.5—|nc.h Enernguard Polyiso- 0B500 pvC.QL 1100
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation HD Composite Insulation
R-92. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1'.5—|nch QBSOO, 6- None N/A pvC.QL 1575
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- OB500, 6- | Min. 1.5-inch EnergyGuard Polyiso- 0OB500, 6-
R-93. . . . R . . . PVC-QL -157.5
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. HD Composite Insulation inch o.c.
Existing smooth- or granule-surfaced BUR; smooth- or One or more layer(s), min. 0.5-inch
R-94. o . . . B N N/A PVC-QL -180.
< granule-surfaced SBS or APP modified bitumen EnergyGuard Polyiso Insulation 08500 one / ca 80.0
(Optional) One or more layer(s), min. 0.5- Min. 0.25-inch DensDeck Prime or
Existing smooth- or granule-surfaced BUR; smooth- or inch EnergyGuard Polyiso Insulation, SECUROCK Gypsum-Fiber Roof Board
R-95. granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra OB500 or min. 0.5-inch EnergyGuard HD 0B500 PvC-aL -180.0
Polyiso Insulation Polyiso Cover Board
R-96. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5—|nch QBSOO, 4- None N/A pvC.QL 200.0
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
Existing smooth- or granule-surfaced BUR; smooth- or One or more layer(s), min. 1.5-inch
-97. p R . . B -QL -225.
Rl granule-surfaced SBS or APP modified bitumen EnergyGuard Polyiso Insulation 08500 None N/A PVeQ >0
(Optional) One or more layer(s), min. 1.5- Min. 0.25-inch DensDeck Prime or
Existing smooth- or granule-surfaced BUR; smooth- or inch EnergyGuard Polyiso Insulation, SECUROCK Gypsum-Fiber Roof Board
R-98. granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra OB500 or min. 0.5-inch EnergyGuard HD 0B500 PvC-aL 225.0
Polyiso Insulation Polyiso Cover Board
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
6.7.8 (Notes 6,7,8)
PVC QuICK SPRAY ADHESIVE APPLICATIONS:
R-99. Existing asphalt BUR or mineral surface cap sheet Min. 1.5-inch EnergyGuard RA nghalt (F>C:ip:rt]2)nal) MIRD-25ch DensDeck hot asphalt | PVC-QS -45.0
Min. 0.5-inch EnergyGuard HD Polyiso
(Optional) One or more layer(s), min. 0.5- Cover Board or EnergyGuard HD Plus
Existing smooth- or granule-surfaced BUR or smooth- or inch EnergyGuard Polyiso Insulation, Polyiso Cover Board or min. 1.5-inch
R-100. LRF-M . . LRF-M PVC- -75.
00 granule-surfaced modified bitumen EnergyGuard RA or EnergyGuard Ultra EnergyGuard Polyiso-HD Composite oS >0
Polyiso Insulation Insulation or Ultra HD Composite
Insulation
R-101. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5-|nch LRE-M None N/A PVC-QS 1100
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation
R-102. Existing gravel-surfaced BUR, brushed/spudded and ?Optlonal) One or mort? layer(s), mln. 1.5- LRE-M Min. 1.5-|nc.h EnergyGfuard Polyiso- LRE-M PVC-QS 1100
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation HD Composite Insulation
R-103. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1'.5—|nch !_RF—M, 6- None N/A PVC-QS 1575
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- LRF-M, 6- Min. 1.5-inch EnergyGuard Polyiso- LRF-M, 6-
R-104. . . . . . . . PVC-QS -157.5
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. HD Composite Insulation inch o.c.
Existing smooth- or granule-surfaced BUR or smooth- or ) Y . . . .
| .0.5-inch E Min. 1.5-inch E Pol -
R-105. | granule-surfaced SBS or granule-surfaced APP modified (Opt.lona ) Mm' 0.5-inch EnergyGuard LRF-M n. 1.5 mc. nernguard olylso LRF-M PVC-QS -165.0
. Polyiso Insulation HD Composite Insulation
bitumen
Existing smooth- or granule-surfaced BUR or smooth- or One or more layer(s), min. 0.5-inch
R-106. | granule-surfaced SBS or granule-surfaced APP modified 4 v U LRF-M None N/A PVC-QS -180.0
. EnergyGuard Polyiso Insulation
bitumen
Existing smooth- or granule-surfaced BUR or smooth- or fr?c’;tlg::rl) ogja?; r;r?sf}/:;(fgtgnn. 0:>- Min. 0.25-inch DensDeck Prime or
R-107. | granule-surfaced SBS or granule-surfaced APP modified &y v ! LRF-M min. 0.5-inch EnergyGuard HD Polyiso | LRF-M PVC-QS -180.0
. EnergyGuard RA or EnergyGuard Ultra
bitumen . . Cover Board
Polyiso Insulation
Existi - B in. 1.5-i LRF-M, 4-
R-108. xisting gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min '5 inch .RF M, 4 None N/A PVC-QS 200.0
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
Existing smooth- or granule-surfaced BUR or smooth- or One or more layer(s), min. 1.5-inch
R-109. | granule-surfaced SBS or granule-surfaced APP modified Veris), o LRF-M None N/A PVC-QS -210.0
bitumen EnergyGuard Polyiso Insulation
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
(Notes 6,7,8)
6,7,8)
Opti 1)O | in. 1.5-
Existing smooth- or granule-surfaced BUR or smooth- or fncph IEO::r) gj;:; r;r?sj\llr?srl(fl)a'talnn Min. 0.25-inch DensDeck Prime or
R-110. | granule-surfaced SBS or granule-surfaced APP modified gy v ! LRF-M min. 0.5-inch EnergyGuard HD Polyiso | LRF-M PVC-QS -210.0
. EnergyGuard RA or EnergyGuard Ultra
bitumen h . Cover Board
Polyiso Insulation
Existing smooth- or granule-surfaced asphalt BUR or SBS fr?citlg::rl) Ogja(:; :];r?sf}lsgﬁslgt?;:\n. 0.5- LRE-M Min. 0.5-inch EnergyGuard HD Polyiso LRE-M
R-111. | modified bitumen or granule-surfaced APP modified gy v ! . Cover Board or EnergyGuard HD Plus . PVC-QS -75.0
. EnergyGuard RA or EnergyGuard Ultra Canister K Canister
bitumen . . Polyiso Cover Board
Polyiso Insulation
L (Optional) One or more layer(s), min. 0.5-
EX|st!n.g sm.ooth— or granule-surfaced asphalt BU.R. or SBS inch EnergyGuard Polyiso Insulation, LRF-M Min. 1.5-inch EnergyGuard Polyiso- LRF-M
R-112. | modified bitumen or granule-surfaced APP modified . . . . PVC-QS -165.0
bitumen EnergyGuard RA or EnergyGuard Ultra Canister HD Composite Insulation Canister
Polyiso Insulation
L One or more layer(s), min. 0.5-inch . . .
Existing smooth- or granule-surfaced asphalt BUR or SBS EnerevGuard Polviso Insulation LRE-M (Optional) Min. 0.25-inch DensDeck LRE-M
R-113. | modified bitumen or granule-surfaced APP modified d i ! . Prime or SECUROCK Gypsum-Fiber . PVC-QS -180.0
X EnergyGuard RA or EnergyGuard Ultra Canister Canister
bitumen . . Roof Board
Polyiso Insulation
Existing smooth- or granule-surfaced asphalt BUR or SBS . .
| . 1.5- LRF-M
R-114. | modified bitumen or granule-surfaced APP modified One or morg ayer.(s), W .5 inch . None N/A PVC-QS -225.0
. EnergyGuard Polyiso Insulation Canister
bitumen
EX|st!rTg sm.ooth- or granule-surfaced asphalt BU.R. or SBS gOptlonaI) One or mor%: layer(s), mln. 1.5- LRE-M Min. 0.25-inch DensDeck Prime or LRE-M
R-115. | modified bitumen or granule-surfaced APP modified inch EnergyGuard Polyiso Insulation, . X . PVC-QS -225.0
X Canister SECUROCK Gypsum-Fiber Roof Board Canister
bitumen EnergyGuard RA
R-116. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1'.5—|nch LRE-XE None N/A PVC-QS 1100
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation
R117. Existing gravel-surfaced BUR, brushed/spudded and ‘Optlonal) One or morg layer(s), mln. 1.5- LRE-XE Min. 1.5-|nc.h EnergyG.uard Polyiso- LRE-XE PVC-QS 1100
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation HD Composite Insulation
R-118. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5—|nch !.RF—XF, 6- None N/A PVC.QS 1575
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- LRF-XF, 6- Min. 1.5-inch EnergyGuard Polyiso- LRF-XF, 6-
R-119. . . . . . . . PVC-QS -157.5
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. HD Composite Insulation inch o.c.
(Optional) One or more layer(s), min. 0.5-
Existing smooth- or granule-surfaced BUR; smooth- or inch EnergyGuard Polyiso Insulation, Min. 1.5-inch EnergyGuard Polyiso-
-120. . A LRF- . . LRF- - -165.
R-120 granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra RF-XF HD Composite Insulation RF-XF PVC-QS 65.0
Polyiso Insulation
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
6.7.8 (Notes 6,7,8)
Existing smooth- or granule-surfaced BUR; smooth- or One or more layer(s), min. 0.5-inch
R-121. e . . X LRF-XF N N/A PVC-QS -180.0
granule-surfaced SBS or APP modified bitumen EnergyGuard Polyiso Insulation ¥ / Q
(Optional) One or more layer(s), min. 0.5- Min. 0.25-inch DensDeck Prime or
Existing smooth- or granule-surfaced BUR; smooth- or inch EnergyGuard Polyiso Insulation, SECUROCK Gypsum-Fiber Roof Board
R-122. LRF-XF . . LRF-XF PVC- -180.
granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra or min. 0.5-inch EnergyGuard HD oS 80.0
Polyiso Insulation Polyiso Cover Board
R-123. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5—|nch !_RF—XF, 4- None N/A PVC-QS -200.0
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
| in. 1.5-inch
R-124. | Existing granule-surfaced cap membrane One or more ayer.(s), min .5 inc LRF-XF None N/A PVC-QS -210.0
EnergyGuard Polyiso Insulation
e iy in 025 eneckPrime o
R-125. | Existing granule-surfaced cap membrane i v y LRF-XF min. 0.5-inch EnergyGuard HD Polyiso | LRF-XF PVC-QS -210.0
EnergyGuard RA or EnergyGuard Ultra
. . Cover Board
Polyiso Insulation
| in. 1.5-inch
R-126. | Existing smooth-surfaced modified bitumen One or more ayer.(s), 1y .5 inc LRF-XF None N/A PVC-QS -222.5
EnergyGuard Polyiso Insulation
. Min. 0.25-inch SECUROCK Gypsum-Fiber
E h-surf; BUR le-surf;
R-127, | EXisting smooth-surfaced BUR or granule-surfaced Roof Board or min. 0.5-inch EnergyGuard | LRF-XF None N/A PVC-QS -245.0
modified bitumen s
HD Polyiso Cover Board
| in. 1.5-inch
R-128. | Existing smooth-surfaced BUR On QUL ayer.(s), o .5 inc LRF-XF None N/A PVC-QS -262.5
EnergyGuard Polyiso Insulation
| in. 1.5-inch
R-129. | Existing granule-surfaced modified bitumen One or miy ayer.(s), min .5 inc LRF-XF None N/A PVC-QS -270.0
EnergyGuard Polyiso Insulation
Existing smooth- or granule-surfaced BUR; smooth- or Min. 1.5-inch. min. 1.0 ocf. Insulfoam Min. 0.25-inch DensDeck Prime or
R-130. | granule-surfaced SBS modified bitumen or granule- _ ! i 0OB500 min. 0.5-inch EnergyGuard HD Polyiso | OB500 PVC-QS -45.0
i . Roofing EPS
surfaced APP modified bitumen Cover Board
Min. 0.5-inch EnergyGuard HD Polyiso
etsingsmootor st 80 ot or | (P 06 s vt i 05 Coer o om0
R-131. | granule-surfaced SBS modified bitumen or granule- S v ' 0B500 v ; S 0B500 PVC-QS -97.5
. R EnergyGuard RA or EnergyGuard Ultra EnergyGuard Polyiso-HD Composite
surfaced APP modified bitumen h . . R
Polyiso Insulation Insulation or Ultra HD Composite
Insulation
Existi - B in. 1.5
R-132. xisting gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min '5 inch 0B500 None N/A PVC-QS 1100
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation
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NEmoO | etc.e

TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
6.7.8 (Notes 6,7,8)
R-133. Existing gravel-surfaced BUR, brushed/spudded and FOptlonaI) One or mor(.e layer(s), mln. 1.5- OB500 Min. 1.5—|nc.h Energyguard Polyiso- OB500 PVC-QS 1100
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation HD Composite Insulation
Existing smooth- or granule-surfaced BUR; smooth- or (Optional) Min. 2-inch, min. 1.0 pcf Min. 0.25-inch DensDeck Prime or
R-134. | granule-surfaced SBS modified bitumen or granule- P - ! POk OB500 min. 0.5-inch EnergyGuard HD Polyiso | OB500 PVC-QS -120.0
oo R Insulfoam Roofing EPS
surfaced APP modified bitumen Cover Board
R-135. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5-|nch F)BSOO, 6- None N/A PVC-QS 1575
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- OB500, 6- | Min. 1.5-inch EnergyGuard Polyiso- OB500, 6-
R-136. . . . X R . ) PVC-QS -157.5
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. HD Composite Insulation inch o.c.
Existing smooth- or granule-surfaced BUR; smooth- or One or more layer(s), min. 0.5-inch
R-137. o . . . OB500 N N/A PVC-QS -180.0
granule-surfaced SBS or APP modified bitumen EnergyGuard Polyiso Insulation one / Q
Existing smooth- or granule-surfaced BUR; smooth- or (E)r:‘:rorg:;rrz Iszrri(si:’lrr:y:l.a(t)ijr;mCh Min. 0.25-inch DensDeck Prime or
R-138. & & ced LR &Y v ' 0B500 min. 0.5-inch EnergyGuard HD Polyiso | OB500 PVC-QS -180.0
granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra
. . Cover Board
Polyiso Insulation
R-139. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1'.5—|nch QBSOO, 4- None N/A PVC-QS -200.0
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
Existing smooth- or granule-surfaced BUR; smooth- or One or more layer(s), min. 1.5-inch
R-140. OB500 N N/A PVC-QS -210.0
granule-surfaced SBS or APP modified bitumen EnergyGuard Polyiso Insulation one / Q
Existing smooth- or granule-surfaced BUR; smooth- or S::rorgjz:z ISZfri(sso)’lrr::I.aii.c?r;mCh Min. 0.25-inch DensDeck Prime or
R-141. & 8 o 7 i 4 ! OB500 min. 0.5-inch EnergyGuard HD Polyiso | OB500 PVC-QS -210.0
granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra
. X Cover Board
Polyiso Insulation
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS IN WB181 BONDING ADHESIVE:
Min. 0.5-inch EnergyGuard HD Polyiso
(Optional) One or more layer(s), min. 0.5- Cover Board or EnergyGuard HD Plus
Existing smooth- or granule-surfaced BUR or smooth- or inch EnergyGuard Polyiso Insulation, Polyiso Cover Board or min. 1.5-inch
-142. " . LRF- . . LRF- -WB -75.
SRS granule-surfaced modified bitumen EnergyGuard RA or EnergyGuard Ultra RF-M EnergyGuard Polyiso-HD Composite RF-M PVCF-W 75.0
Polyiso Insulation Insulation or Ultra HD Composite
Insulation
R-143. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5—|nch LRE-M None N/A PVCE-WB 1100
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation
- . . Min. 1.5-inch EnergyGuard Polyiso-
R-144. Existing gravel-surfaced BUR, brushed/spudded and gOptlonaI) One or morg layer(s), mln. 1.5 LRE-M HD Composite Insulation or Ultra HD LRE-M PVCE-WB 1100
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation . .
Composite Insulation
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
(Notes 6,7,8)
6,7,8)
R-145. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5—|nch !_RF—M, 6- None N/A PVCE-WB 1575
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5 LRF-M, 6 Min. 1.5-inch EnergyGuard Polyiso- LRF-M, 6
R-146. €8 4 P Pp > ay oo ) ! HD Composite Insulation or Ultra HD . ! PVCF-WB -157.5
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. . . inch o.c.
Composite Insulation
Existing smooth- or granule-surfaced BUR or smooth- or (Optional) One or more layer(s), min. 0.5- . . .
oo X X . Min. 1.5-inch E Pol -
R-147. | granule-surfaced SBS or granule-surfaced APP modified inch EnergyGuard Polyiso Insulation or LRF-M in. 1 mc‘ nernguard olylso LRF-M PVCF-WB -157.5
. . . HD Composite Insulation
bitumen EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR or smooth- or One or more layer(s), min. 0.5-inch
R-148. | granule-surfaced SBS or granule-surfaced APP modified EnergyGuard Polyiso Insulation or LRF-M None N/A PVCF-WB -180.0
bitumen EnergyGuard Ultra Polyiso Insulation
eiing smeth g st 0 r ot r | (71708 e i) . 0% et
R-149. | granule-surfaced SBS or granule-surfaced APP modified i v s LRF-M . 2Yp _ LRF-M PVCF-WB -180.0
bitumen EnergyGuard RA or EnergyGuard Ultra or min. 1.5-inch Ultra HD Composite
Polyiso Insulation Insulation
(Optional) One or more layer(s), min. 1.5-
Existing gravel-surfaced BUR, brushed/spudded and inch EnergyGuard Polyiso Insulation, LRF-M, 4- Min. 1.5-inch Ultra HD Composite LRF-M, 4-
R-150. . . . PVCF-WB -187.5
vacuumed to remove loose gravel EnergyGuard RA or EnergyGuard Ultra inch o.c. Insulation inch o.c.
Polyiso Insulation
i in. 1.5-
Existing smooth- or granule-surfaced BUR or smooth- or fr?c’?wtlg:::) O(;Tacr)(; r(;r?sf}/:;(j)altﬁlnn ’ Min. 1.5-inch Ultra HD Composite
R-151. | granule-surfaced SBS or granule-surfaced APP modified &y v ! LRF-M o P LRF-M PVCF-WB -187.5
X EnergyGuard RA or EnergyGuard Ultra Insulation
bitumen : )
Polyiso Insulation
R-152. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1'.5—|nch !_RF—M, 4- None N/A PVCE-WB -200.0
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
Existing smooth- or granule-surfaced BUR or smooth- or One or more layer(s), min. 1.5-inch
R-153. | granule-surfaced SBS or granule-surfaced APP modified EnergyGuard Polyiso Insulation or LRF-M None N/A PVCF-WB -225.0
bitumen EnergyGuard Ultra Polyiso Insulation
- 15
Existing smooth- or granule-surfgged FyR giltgooth- R fr?c?wtls::rl)gyogja(:; r;;?sf\(:srﬁ!t?;:\n ’ Min. 0.25-inch DensDeck Prime or
-154. - B . ifi ' - | - - 225,
R-154 iir:T:‘I:nsurfaced SBS or granule-surfaced APP modified EnergyGuard RA or EnergyGuard Ultra LRF-M SECUROCK Gypsum-Fiber Roof Board LRF-M PVCF-WB 225.0
Polyiso Insulation
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
(Notes 6,7,8)
6,7,8)
Opti 1)O | in. 0.5-
Existing smooth- or granule-surfaced asphalt BUR or SBS fncph IEO::r) gja(:; r(;r?sj\llr?srﬁsll;tgnn LRE-M Min. 0.5-inch EnergyGuard HD Polyiso LRE-M
R-155. | modified bitumen or granule-surfaced APP modified gy v ! . Cover Board or EnergyGuard HD Plus . PVCF-WB -75.0
X EnergyGuard RA or EnergyGuard Ultra Canister R Canister
bitumen . . Polyiso Cover Board
Polyiso Insulation
L (Optional) One or more layer(s), min. 0.5-
EXISt!rTg sm.ooth or granule-surfaced asphalt BU‘R. or SBS inch EnergyGuard Polyiso Insulation, LRF-M Min. 1.5-inch EnergyGuard Polyiso- LRF-M
R-156. | modified bitumen or granule-surfaced APP modified . R . . PVCF-WB -157.5
bitumen EnergyGuard RA or EnergyGuard Ultra Canister HD Composite Insulation Canister
Polyiso Insulation
L One or more layer(s), min. 0.5-inch . . .
Existing smooth- or granule-surfaced asphalt BUR or SBS EnerevGuard Polviso Insulation LRE-M (Optional) Min. 0.25-inch DensDeck LRE-M
R-157. | modified bitumen or granule-surfaced APP modified gy 4 ! . Prime or SECUROCK Gypsum-Fiber . PVCF-WB -180.0
. EnergyGuard RA or EnergyGuard Ultra Canister Canister
bitumen . . Roof Board
Polyiso Insulation
Existing smooth- or granule-surfaced asphalt BUR or SBS . .
. . o | B . 1.5-inch LRF-M
R-158. | modified bitumen or granule-surfaced APP modified One or more ayer.(s) " _5 inc . None N/A PVCF-WB -225.0
. EnergyGuard Polyiso Insulation Canister
bitumen
L (Optional) One or more layer(s), min. 1.5-
R-159 :(cli:it;;;g;rl:ifc)t?r::]e:;Erarg:lueles—l;LfffZiic?ZpPh;Irt'ni(t:ijiFf{i:; SBS inch EnergyGuard Polyiso Insulation, LRF-M Min. 0.25-inch DensDeck Prime or LRF-M PVCE-WB 225.0
’ bitumen g EnergyGuard RA or EnergyGuard Ultra Canister SECUROCK Gypsum-Fiber Roof Board Canister ’
Polyiso Insulation
R-160. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5—|nch LRE-XE None N/A PVCE-WB 1100
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation
- . . Min. 1.5-inch EnergyGuard Polyiso-
R-161. Existing gravel-surfaced BUR, brushed/spudded and FOptlonaI) One or morg layer(s), mln. 1.5- LRE-XE HD Composite Insulation or Ultra HD LRE-XE PVCE-WB 1100
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation . .
Composite Insulation
R-162. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5—|nch !.RF-XF, 6- None N/A PVCE-WB 1575
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- LRF-XF, 6- Min. 1.5-inch EnergyGuard Polyiso- LRF-XF, 6-
R-163. £8 ’ P 4 P > ay Lo . ! HD Composite Insulation or Ultra HD . ! PVCF-WB -157.5
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. . . inch o.c.
Composite Insulation
L . One or more layer(s), min. 0.5-inch
R-164. Existing smooth- or granule-surfa;gd BU.R’ SmoRp- or EnergyGuard Polyiso Insulation or LRF-XF None N/A PVCF-WB -180.0
granule-surfaced SBS or APP modified bitumen . .
EnergyGuard Ultra Polyiso Insulation
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
6.7.8 (Notes 6,7,8)
(Optional) One or more layer(s), min. 0.5- Min. 0.25-inch DensDeck Prime or
Existing smooth- or granule-surfaced BUR; smooth- or inch EnergyGuard Polyiso Insulation, SECUROCK Gypsum-Fiber Roof Board
R-165. granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra LRF-XF or min. 1.5-inch Ultra HD Composite LRF-XF PVCF-WB -180.0
Polyiso Insulation Insulation
Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- LRF-XF, 4- | Min. 1.5-inch Ultra HD Composite LRF-XF, 4-
R-166. . . . . . . PVCF-WB -187.5
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. Insulation inch o.c.
R-167. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5—|nch !_RF—XF, 4- None N/A PVCE-WB -200.0
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
One or more layer(s), min. 1.5-inch
R-168. | Existing granule-surfaced cap membrane EnergyGuard Polyiso Insulation or LRF-XF None N/A PVCF-WB -225.0
EnergyGuard Ultra Polyiso Insulation
(Optional) One or more layer(s), min. 1.5-
- inch EnergyGuard Polyiso Insulation, Min. 0.25-inch DensDeck Prime or
R-169. | Existing granule-surfaced cap membrane EnergyGuard RA or EnergyGuard Ultra LRF-XF SECUROCK Gypsum-Fiber Roof Board LRF-XF PVCF-WB 225.0
Polyiso Insulation
Min. 0.5-inch EnergyGuard HD Polyiso
g st o g sutaced U smont-or | (OP1n8 08 s rt) i 0 Coe ot e 0
R-170. | granule-surfaced SBS modified bitumen or granule- gy v ! OB500 v X T 0OB500 PVCF-WB -97.5
o R EnergyGuard RA or EnergyGuard Ultra EnergyGuard Polyiso-HD Composite
surfaced APP modified bitumen . X . .
Polyiso Insulation Insulation or Ultra HD Composite
Insulation
Existi I-surf BUR, h | in. 1.5-inch
R-171. xisting gravel-surfaced BUR, brushed/spudded and One or more ayer.(s), min '5 inc 0B500 None N/A PVCE-WB 1100
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation
- . . Min. 1.5-inch EnergyGuard Polyiso-
R172. Existing gravel-surfaced BUR, brushed/spudded and ‘Optlonal) One or morg layer(s), mln. 1.5- OB500 HD Composite Insulation or Ultra HD 0B500 PVCE-WB 1100
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation . .
Composite Insulation
R-173. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5—|nch QBSOO, 6- None N/A PVCE-WB 1575
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- OB500, 6- Min. 1.5-inch EnergyGuard Polyiso- OB500, 6-
R-174. g8 ' R Pp > laverts), min. 2. 2505, HD Composite Insulation or Ultra HD | o200 PVCF-WB 1575
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. . . inch o.c.
Composite Insulation
(Optional) One or more layer(s), min. 0.5-
Existing smooth- or granule-surfaced BUR; smooth- or inch EnergyGuard Polyiso Insulation, Min. 1.5-inch EnergyGuard Polyiso-
= 5 - 5 B . . B -WB -157.
R-175 granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra 0B500 HD Composite Insulation 0B500 PVCE-W S75
Polyiso Insulation
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
6.7.8 (Notes 6,7,8)
. . One or more layer(s), min. 0.5-inch
R-176. Existing smooth- or granule-surfa(.:?d BU.R' smooth- or EnergyGuard Polyiso Insulation or OB500 None N/A PVCF-WB -180.0
granule-surfaced SBS or APP modified bitumen . .
EnergyGuard Ultra Polyiso Insulation
(Optional) One or more layer(s), min. 0.5-
Existing smooth- or granule-surfaced BUR; smooth- or inch EnergyGuard Polyiso Insulation, Min. 0.25-inch DensDeck Prime or
R-177. B B PVCF-WB -180.
granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra 0850 SECUROCK Gypsum-Fiber Roof Board 08500 ¢ 80.0
Polyiso Insulation
Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- OB500, 4- | Min. 1.5-inch Ultra HD Composite 0OB500, 4-
R-178. . . . X . ) PVCF-WB -187.5
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. Insulation inch o.c.
(Optional) One or more layer(s), min. 1.5-
Existing smooth- or granule-surfaced BUR; smooth- or inch EnergyGuard Polyiso Insulation, Min. 1.5-inch Ultra HD Composite
R-179. B B PVCF-WB -187.
? granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra KRX Insulation 08500 ¢ 87:5
Polyiso Insulation
R-180. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1'.5—|nch QBSOO, 4- None N/A PVCE-WB -200.0
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
- One or more layer(s), min. 1.5-inch
E h- le-surf: BUR; h- . :
R-181. Xisting smooth- or granule-sur ang U s Smooth- or EnergyGuard Polyiso Insulation or OB500 None N/A PVCF-WB -225.0
granule-surfaced SBS or APP modified bitumen . .
EnergyGuard Ultra Polyiso Insulation
(Optional) One or more layer(s), min. 1.5-
Existing smooth- or granule-surfaced BUR; smooth- or inch EnergyGuard Polyiso Insulation, Min. 0.25-inch DensDeck Prime or
R-182. granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra OB500 SECUROCK Gypsum-Fiber Roof Board 0B500 PVCF-WB 2250
Polyiso Insulation
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS IN LRF ADHESIVE M OR LRF ADHESIVE O:
- Min. 1-inch EnergyGuard Polyiso PVCF-LM or
R-183, | CXisting smooth- or granule-surfaced BUR or smooth-or | o\ tion or EnergyGuard Ultra Polyiso | LRF-M None N/A PVCF-LO, 12-inch | -45.0
granule-surfaced modified bitumen .
Insulation o.c.
PVCF-LM or
Existi - - -
R-184, | EXisting smooth- or granule-surfaced BUR or smooth-or 1 0o Min. 1-inch EnergyGuard RA LRF-M Min. 1.5-inch EnergyGuard RA LRF-M PVCF-LO, 12-inch | -45.0
granule-surfaced modified bitumen oc
. Min. 0.5-inch EnergyGuard Polyiso PVCF-LM or
Exist th- le-surfaced BUR th-
R-185. | . oUngsSMOOth- or granuie-surtace Orsmooth=Or | |nsulation or EnergyGuard Ultra Polyiso | LRF-M None N/A PVCF-LO, 12-inch | -60.0
granule-surfaced modified bitumen .
Insulation o.c.
. (Optional) Min. 0.5-inch EnergyGuard Min. 1.5-inch EnergyGuard Polyiso- PVCF-LM or
E - A B -
R-186. Xisting smooth- or grgr.wle .surfaced UF" smooth-or Polyiso Insulation or EnergyGuard Ultra LRF-M HD Composite Insulation or Ultra HD LRF-M PVCF-LO, 12-inch -60.0
granule-surfaced modified bitumen . . X .
Polyiso Insulation Composite Insulation o.c.
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NEmoO | etc.e

TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
(Notes 6,7,8)
6,7,8)
Existing smooth- or granule-surfaced BUR; smooth- or PVCE-LM or
R-187. granule-surfaced SBS modified bitumen or gravel-surfaced | Min. 1..5—|nch EnergyGuard Polyiso LRE-M .(Optlor\al) Additional layer of base LRE-M PVCF-LO, 12-inch -60.0
BUR, brushed/spudded and vacuumed to remove loose Insulation insulation oc
gravel -
s mecaen o oosiced | opion) i, 15 nch nerpyard P o
R-188. | & & Py - &Y LRE-M HD Composite Insulation or Ultra HD | LRF-M PVCF-LO, 12-inch | -60.0
BUR, brushed/spudded and vacuumed to remove loose Polyiso Insulation Y .
Composite Insulation o.c.
gravel
(Optional) Min. 0.5-inch EnergyGuard
R-189 Existing smooth- or granule-surfaced BUR or smooth- or Polyiso Insulation, EnergyGuard Ultra LRE-M Min. 0.25-inch DensDeck Prime or LRE-M PVCF-LM, 12- 375
" | granule-surfaced modified bitumen Polyiso Insulation or min. 1-inch DEXcell FA Glass Mat Roof Board inch o.c. ’
EnergyGuard RA
(Optional) Min. 0.5-inch EnergyGuard
R-190. Existing smooth- or grfar.mle-.surfaced BUR or smooth- or Pon!so Insulatﬁon, Ener'gyGL,!ard Ultra LRE-M Min. 0.25-inch DensDeck Prime LRE-M PVCF-LO, 12-inch 45.0
granule-surfaced modified bitumen Polyiso Insulation or min. 1-inch o.c.
EnergyGuard RA
(Optional) Min. 0.5-inch EnergyGuard PVCE-LM or
R-191. Existing smooth- or gr.aljule-.surfaced BUR or smooth- or Poly!so Insulat!on, EnetjgyGL!ard Ultra LRE-M Mln. 0.25-inch SECUROCK Gypsum- LRE-M PVCF-LO, 12-inch 45.0
granule-surfaced modified bitumen Polyiso Insulation or min. 1-inch Fiber Roof Board o
EnergyGuard RA o
(Optional) Min. 0.5-inch EnergyGuard
Existing smooth- or granule-surfaced BUR or smooth- or Polyiso Insulation, EnergyGuard Ultra Min. 0.25-inch DEXcell FA Glass Mat PVCF-LM, 12-
R-192. . . . . R . LRF-M LRF-M . -45.0
granule-surfaced modified bitumen Polyiso Insulation or min. 1-inch Roof Board inch o.c.
EnergyGuard RA
(Optional) One or more layer(s), min. 0.5- PVCE-LM or
Existing smooth- or granule-surfaced BUR or smooth- or inch EnergyGuard Polyiso Insulation, Min. 1.5-inch EnergyGuard Polyiso- .
R-193. o . LRF-M R . LRF-M PVCF-LO, 4-inch -165.0
granule-surfaced modified bitumen EnergyGuard RA or EnergyGuard Ultra HD Composite Insulation oc
Polyiso Insulation o
(Optional) One or more layer(s), min. 0.5- Min. 0.25-inch DensDeck Prime or PVCE-LM or
R-194 Existing smooth- or granule-surfaced BUR or smooth- or inch EnergyGuard Polyiso Insulation, LRE-M SECUROCK Gypsum-Fiber Roof Board LRE-M PVCE-LO. 4-inch -180.0
| granule-surfaced modified bitumen EnergyGuard RA or EnergyGuard Ultra or min. 1.5-inch Ultra HD Composite oc ! ’
Polyiso Insulation Insulation o
(Optional) One or more layer(s), min. 0.5-
R-195 Existing smooth- or granule-surfaced BUR or smooth- or inch EnergyGuard Polyiso Insulation, LRE-M Min. 0.25-inch DEXcell FA Glass Mat LRE-M PVCF-LM, 4-inch -180.0
" | granule-surfaced modified bitumen EnergyGuard RA or EnergyGuard Ultra Roof Board o.c. :
Polyiso Insulation
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
(Notes 6,7,8)
6,7,8)
Existing smooth- or granule-surfaced asphalt BUR or SBS . . .
R-196. | modified bitumen or granule-surfaced APP modified (Opt.lonal) Mm.' 1.5-inch EnergyGuard LRF-.M Min. 0.25-inch DensDeck Prime LRF-.M .PVCF-LM' 12- -37.5
X Polyiso Insulation, EnergyGuard RA Canister Canister inch o.c.
bitumen
Existing smooth- or granule-surfaced asphalt BUR or SBS . R R .
. . e 1) Min. 1.5-inch E LRF-M . . . LRF-M PVCF-LO, 12-inch
R-197. | modified bitumen or granule-surfaced APP modified (Opt.|ona ) |n. 5-inch EnergyGuard . Min. 0.25-inch DensDeck Prime . CF-L0 inc -45.0
. Polyiso Insulation, EnergyGuard RA Canister Canister o.c.
bitumen
Existi h- le-surf; halt BUR B PVCF-LM
isting smooth- or granule-surfaced asphalt BUR or SBS |y i1 win. 1.5-inch EnergyGuard LRF-M Min. 0.25-inch SECUROCK Gypsum- LRF-M CF-tMor
R-198. | modified bitumen or granule-surfaced APP modified ) X . R . PVCF-LO, 12-inch -45.0
X Polyiso Insulation, EnergyGuard RA Canister Fiber Roof Board Canister
bitumen o.c.
Existing smooth- or granule-surfaced asphalt BUR or SBS . . . PVCF-LM or
. . e 1) Min. 1.5-inch E LRF-M . . LRF-M .
R-199. | modified bitumen or granule-surfaced APP modified (Optional) Min. 1.5-inch EnergyGuard . Min. 1.5-inch EnergyGuard RA . PVCF-LO, 12-inch | -45.0
X Polyiso Insulation, EnergyGuard RA Canister Canister
bitumen o.c.
Existing smooth- or granule-surfaced asphalt BUR or SBS . . . . . PVCF-LM or
R-200. | modified bitumen or granule-surfaced APP modified Min. 1..5-|nch EnergyGuard Polyiso LRF-.M .(Optlor.mal) Additional layer of base LRF-.M PVCF-LO, 12-inch -60.0
. Insulation Canister insulation Canister
bitumen o.c.
Existing smooth- or granule-surfaced asphalt BUR or SBS . R . . . . PVCF-LM or
R-201. | modified bitumen or granule-surfaced APP modified (Optional) Min. 1.5-inch EnergyGuard LRF-M Min. 1.5-inch EnergyGuard Polyiso LRF-M PVCF-LO, 12-inch | -60.0
X Polyiso Insulation, EnergyGuard RA Canister HD Composite Insulation Canister
bitumen o.c.
L (Optional) One or more layer(s), min. 0.5-
EXISt!rTg sm.ooth or granule-surfaced asphalt BU.R. or 58S inch EnergyGuard Polyiso Insulation, LRF-M Min. 1.5-inch EnergyGuard Polyiso- LRF-M PVCF-LM or.
R-202. | modified bitumen or granule-surfaced APP modified . K . . PVCF-LO, 4-inch -165.0
bitumen EnergyGuard RA or EnergyGuard Ultra Canister HD Composite Insulation Canister o
Polyiso Insulation o
- (Optional) One or more layer(s), min. 0.5-
R-203 :(cli:it;;;g;rl:ifc)t?r::]e:;Erarg:lueles—l;LfffZiic?ZpPh;Irt'ni(t:ijiFf{i:c: R inch EnergyGuard Polyiso Insulation, LRF-M Min. 0.25-inch DensDeck Prime or LRF-M Exg:z_tg/l Zrinch 180.0
’ X & EnergyGuard RA or EnergyGuard Ultra Canister SECUROCK Gypsum-Fiber Roof Board Canister ! ’
bitumen . . o.c.
Polyiso Insulation
. Min. 1-inch EnergyGuard Polyiso PVCF-LM or
E - - B 2
R-204, | EXisting smooth- or granule-surfaced BUR or smooth-or | ¢\ 1ovion or EnergyGuard Ultra Polyiso | LRF-XF None N/A PVCF-LO, 12-inch | -45.0
granule-surfaced modified bitumen .
Insulation o.c.
Existing smooth- or granule-surfaced BUR; smooth- or PVCE-LM or
R-205. granule-surfaced SBS modified bitumen or gravel-surfaced | Min. 1..5-inch EnergyGuard Polyiso LRE-XE .(Optior?al) Additional layer of base LRE-XE PVCF-LO, 12-inch -60.0
BUR, brushed/spudded and vacuumed to remove loose Insulation insulation oc
gravel o
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
6.7.8 (Notes 6,7,8)
Existi th- le-surfaced BUR; th-
:;LE—ZTr?gced OSrBir;r:)ljiffi::rb?tcfmen 0|" S:'T:\)/:I-su:fraced (Optional) Min. 1.5-inch EnergyGuard Min. 1.5-inch EnergyGuard Polyiso- PVCF-LM or
R-206. & g Polyiso Insulation or EnergyGuard Ultra LRF-XF HD Composite Insulation or Ultra HD LRF-XF PVCF-LO, 12-inch -60.0
BUR, brushed/spudded and vacuumed to remove loose . X X -
Polyiso Insulation Composite Insulation o.c.
gravel
Existing smooth- or granule-surfaced BUR; smooth- or fr?citlg:;lrl) Ogja(:c: :];r?sf}lsgﬁslgt?;:\n. o Min. 1.5-inch EnergyGuard Polyiso- PVCF-LM or
R-207. | granule-surfaced SBS modified bitumen or granule- gy v ! LRF-XF T K BY . d LRF-XF PVCF-LO, 4-inch -165.0
e R EnergyGuard RA or EnergyGuard Ultra HD Composite Insulation
surfaced APP modified bitumen . . o.c.
Polyiso Insulation
eiing smoth g st 80 ot or | (71008 s e . 0% et e v o
R-208. | granule-surfaced SBS modified bitumen or granule- i v ' LRF-XF . 2Yp _ LRF-XF PVCF-LO, 4-inch | -180.0
oo R EnergyGuard RA or EnergyGuard Ultra or min. 1.5-inch Ultra HD Composite
surfaced APP modified bitumen . . . o.c.
Polyiso Insulation Insulation
L (Optional) One or more layer(s), min. 0.5-
E h- le-surf: BUR; h- A ) ) : . .
Aisting smooth- or granule-surfaced BUR; smooth- or inch EnergyGuard Polyiso Insulation, Min. 0.25-inch DEXcell FA Glass Mat PVCF-LM, 4-inch
R-209. | granule-surfaced SBS modified bitumen or granule- LRF-XF LRF-XF -180.0
o R EnergyGuard RA or EnergyGuard Ultra Roof Board o.c.
surfaced APP modified bitumen . .
Polyiso Insulation
Existing smooth- or granule-surfaced BUR; smooth- or Min. 1-inch EnergyGuard Polyiso PVCF-LM or
R-210. | granule-surfaced SBS modified bitumen or granule- Insulation or EnergyGuard Ultra Polyiso OB500 None N/A PVCF-LO, 12-inch -45.0
surfaced APP modified bitumen Insulation o.c.
Existing smooth- or granule-surfaced BUR; smooth- or PVCF-LM or
R-211. | granule-surfaced SBS modified bitumen or granule- (Optional) Min. 1-inch EnergyGuard RA 0OB500 Min. 1.5-inch EnergyGuard RA 0OB500 PVCF-LO, 12-inch -45.0
surfaced APP modified bitumen o.c.
Existing smooth- or granule-surfaced BUR; smooth- or Min. 0.5-inch EnergyGuard Polyiso PVCF-LM or
R-212. | granule-surfaced SBS modified bitumen or granule- Insulation or EnergyGuard Ultra Polyiso OB500 None N/A PVCF-LO, 12-inch -60.0
surfaced APP modified bitumen Insulation o.c.
Existing smooth- or granule-surfaced BUR; smooth- or (Optional) Min. 0.5-inch EnergyGuard Min. 1.5-inch EnergyGuard Polyiso- PVCF-LM or
R-213. | granule-surfaced SBS modified bitumen or granule- Polyiso Insulation or EnergyGuard Ultra OB500 HD Composite Insulation or Ultra HD 0OB500 PVCF-LO, 12-inch -60.0
surfaced APP modified bitumen Polyiso Insulation Composite Insulation o.c.
Existing smooth- or granule-surfaced BUR; smooth- or PVCE-LM or
R-214. granule-surfaced SBS modified bitumen or gravel-surfaced | Min. 1..5-|nch EnergyGuard Polyiso 0B500 .(Optlor?al) Additional layer of base 0B500 PVCF-LO, 12-inch -60.0
BUR, brushed/spudded and vacuumed to remove loose Insulation insulation oc
gravel o
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
6.7.8 (Notes 6,7,8)
Existi th- le-surfaced BUR; th-
:;LE—ZTr?gced OSrBir;r:)l:iffi::rb?tclfmen 0|" SI;'T:\)/:I-su:fraced (Optional) Min. 1.5-inch EnergyGuard Min. 1.5-inch EnergyGuard Polyiso- PVCF-LM or
R-215. | & & - - . 0B500 HD Composite Insulation or Ultra HD | OBS00 PVCF-LO, 12-inch | -60.0
BUR, brushed/spudded and vacuumed to remove loose Polyiso Insulation . :
Composite Insulation o.c.
gravel
i . (Optional) Min. 0.5-inch EnergyGuard
Existing smooth- or granul.e.surfa.!ced BUR; smooth- or Polyiso Insulation, EnergyGuard Ultra Min. 0.25-inch DensDeck Prime or PVCF-LM, 12-
R-216. | granule-surfaced SBS modified bitumen or granule- . . R . OB500 OB500 . -37.5
o R Polyiso Insulation or min. 1-inch DEXcell FA Glass Mat Roof Board inch o.c.
surfaced APP modified bitumen
EnergyGuard RA
biingsmott-o g sufaed s smont-or | (P 05,0 e
R-217. | granule-surfaced SBS modified bitumen or granule- y. ! .gy . OB500 Min. 0.25-inch DensDeck Prime 0OB500 ! -45.0
oo R Polyiso Insulation or min. 1-inch o.c.
surfaced APP modified bitumen
EnergyGuard RA
Existing smooth- o granule-surfaced BUR; smooth- or Poryse muiation, Enetigounsd L Min. 0.25-inch SECUROCK Gypsum- PVCE LM or
R-218. | granule-surfaced SBS modified bitumen or granule- y. ! 'gy . OB500 L P OB500 PVCF-LO, 12-inch -45.0
o R Polyiso Insulation or min. 1-inch Fiber Roof Board
surfaced APP modified bitumen o.c.
EnergyGuard RA
L (Optional) Min. 0.5-inch EnergyGuard
Existing smooth- or granule-surfaced BUR; smooth- or A X . .
R-219. | granule-surfaced SBS modified bitumen or granule- Poly!so Insulat!on, EnetjgyGL!ard Ultra 0B500 Min. 0.25-inch DEXcell FA Glass Mat 0B500 .PVCF-LM’ 12- -45.0
. ; Polyiso Insulation or min. 1-inch Roof Board inch o.c.
surfaced APP modified bitumen
EnergyGuard RA
Existing smooth- or granule-surfaced BUR; smooth- or fr?citlg::rl) oGTa?(; r(;r?sf}/:;(j)altgnn. - Min. 1.5-inch EnergyGuard Polyiso- PVCF-LM or
R-220. | granule-surfaced SBS modified bitumen or granule- ¢ v ' 0B500 - L-ominch ENergy’ v 0B500 PVCF-LO, 4-inch | -165.0
. R EnergyGuard RA or EnergyGuard Ultra HD Composite Insulation
surfaced APP modified bitumen A ) o.c.
Polyiso Insulation
bitng smot- o o sutoed Usmont-or | O 0e s ) i 05 e e e
R-221. | granule-surfaced SBS modified bitumen or granule- gy v ! OB500 R K vp . OB500 PVCF-LO, 4-inch -180.0
o R EnergyGuard RA or EnergyGuard Ultra or min. 1.5-inch Ultra HD Composite
surfaced APP modified bitumen . . . o.c.
Polyiso Insulation Insulation
. (Optional) One or more layer(s), min. 0.5-
Exist th- le-surfaced BUR; th-
XISTINE SMOOTN- OF granulie-suriaced [ QRO - o inch EnergyGuard Polyiso Insulation, Min. 0.25-inch DEXcell FA Glass Mat PVCF-LM, 4-inch
R-222. | granule-surfaced SBS modified bitumen or granule- 0OB500 0OB500 -180.0
o R EnergyGuard RA or EnergyGuard Ultra Roof Board o.c.
surfaced APP modified bitumen . .
Polyiso Insulation
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS IN SPATTER APPLICATIONS:
R-223. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5—inch LRE-M None N/A PVCF-XF or PVCF- 1100
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation [0]:]
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NEmoO | etc.e

TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
(Notes 6,7,8)
6,7,8)
. . . Min. 1.5-inch EnergyGuard Polyiso-
R-224. Existing gravel-surfaced BUR, brushed/spudded and ?Optlonal) One or mort? layer(s), mln. 1.5- LRE-M HD Composite Insulation or Ultra HD LRE-M PVCF-XF or PVCF- 1100
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation \ . OB
Composite Insulation
R-225. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5-|nch !.RF-M, 6- None N/A PVCF-XF or PVCF- 1575
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c. OB
Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- | LRF-M, 6- Min. 1.5-|nc‘h Enerquuard Polyiso- LRF-M, 6- PVCF-XF or PVCF-
R-226. . . . X HD Composite Insulation or Ultra HD . -157.5
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. N . inch o.c. oB
Composite Insulation
(Optional) One or more layer(s), min. 0.5-
R-227 Existing smooth- or granule-surfaced BUR or smooth- or inch EnergyGuard Polyiso Insulation, LRE-M Min. 1.5-inch EnergyGuard Polyiso- LRE-M PVCF-XF or PVCF- 165.0
" | granule-surfaced modified bitumen EnergyGuard RA or EnergyGuard Ultra HD Composite Insulation OB ’
Polyiso Insulation
(Optional) One or more layer(s), min. 0.5- Min. 0.25-inch DensDeck Prime or
R-228 Existing smooth- or granule-surfaced BUR or smooth- or inch EnergyGuard Polyiso Insulation, LRE-M SECUROCK Gypsum-Fiber Roof Board LRE-M PVCF-XF or PVCF- 180.0
" | granule-surfaced modified bitumen EnergyGuard RA or EnergyGuard Ultra or min. 1.5-inch Ultra HD Composite OB ’
Polyiso Insulation Insulation
Existing smooth- or granule-surfaced BUR or smooth- or gr?cﬁwtlg::rl) Ogja(r)crl r:;r?sf}/:islgtirz:\n. o Optional additional layers base
R-229. ranulg—surfaced mfdified bitumen Ener Gugatd RA or Er:/er Guard UIt’ra LRF-M insulation followed by min. 0.25-inch | LRF-M PVCF-XF -180.0
g .gy X 1 DEXcell FA Glass Mat Roof Board
Polyiso Insulation
R-230 Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- LRF-M, 4- Min. 1.5-inch Ultra HD Composite LRF-M, 4- PVCF-XF or PVCF- 1875
" | vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. Insulation inch o.c. OB ’
R-231. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5—|nch !.RF-M, 4- None N/A PVCF-XF or PVCF- 2000
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c. OB
L (Optional) One or more layer(s), min. 0.5-
EXISt!rTg sm.ooth or granule-surfaced asphalt BU_R_ or inch EnergyGuard Polyiso Insulation, LRF-M Min. 1.5-inch EnergyGuard Polyiso- LRF-M PVCF-XF or PVCF-
R-232. | modified bitumen or granule-surfaced APP modified . K . . -165.0
bitumen EnergyGuard RA or EnergyGuard Ultra Canister HD Composite Insulation Canister (0]3]
Polyiso Insulation
L (Optional) One or more layer(s), min. 0.5-
fo33 :‘ﬁ;;g;E‘tf:‘e:gfrarg:ﬁes_‘;szfgi‘:;;pph;:qigi:fi:(; %85| inch EnergyGuard Polyiso Insulation, LRF-M Min. 0.25-inch DensDeck Prime or LRF-M PVCF-XF or PVCF- | o0
: bitumen & EnergyGuard RA or EnergyGuard Ultra Canister SECUROCK Gypsum-Fiber Roof Board Canister oB ’
Polyiso Insulation
Existing smooth- or granule-surfaced asphalt BUR or SBS . .
.1.5- LRF- - -
R-234. | modified bitumen or granule-surfaced APP modified One or more Iayer.(s), min .5 inch RF .M None N/A PVCF-XF or PVCF -200.0
X EnergyGuard Polyiso Insulation Canister 0oB
bitumen
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NEmoO | etc.e

TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
6.7.8 (Notes 6,7,8)
R-235. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5—|nch LRE-XE None N/A PVCF-XF or PVCF- 1100
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation OB
Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5 Min. 1.5-inch EnergyGuard Polyiso- PVCF-XF or PVCF
R-236. €8 g P \op > layeris), min. 2. LRF-XF HD Composite Insulation or Ultra HD | LRF-XF -110.0
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation . . OB
Composite Insulation
R-237. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5-|nch !.RF-XF, 6- None N/A PVCF-XF or PVCF- 1575
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c. OB
Min. 1.5-inch E Polyiso-
Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- LRF-XF, 6- pri-> |nc. nergyG.uard olyiso LRF-XF, 6- PVCF-XF or PVCF-
R-238. . . . . HD Composite Insulation or Ultra HD . -157.5
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. . . inch o.c. OB
Composite Insulation
(Optional) One or more layer(s), min. 0.5-
R-239 Existing smooth- or granule-surfaced BUR; smooth- or inch EnergyGuard Polyiso Insulation, LREXE Min. 1.5-inch EnergyGuard Polyiso- LREXE PVCF-XF or PVCF- -165.0
" | granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra HD Composite Insulation OB ’
Polyiso Insulation
(Optional) One or more layer(s), min. 0.5-
R-240 Existing smooth- or granule-surfaced BUR; smooth- or inch EnergyGuard Polyiso Insulation, LRE-XE Min. 1.5-inch Ultra HD Composite LRE-XE PVCF-XF or PVCF- 1800
" | granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra Insulation [0]:] '
Polyiso Insulation
One or more layer(s), min. 0.5-inch
Existing smooth- or granule-surfaced BUR; smooth- or EnergyGuard Polyiso Insulation, PVCF-XF or PVCF-
SRt granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra LRF-XF None N/A OB -180.0
Polyiso Insulation
(Optional) One or more layer(s), min. 0.5-
R-242 Existing smooth- or granule-surfaced BUR; smooth- or inch EnergyGuard Polyiso Insulation, LRE-XE Min. 0.25-inch DensDeck Prime or LRE-XE PVCF-XF or PVCF- 180.0
" | granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra SECUROCK Gypsum-Fiber Roof Board OB ’
Polyiso Insulation
(Optional) One or more layer(s), min. 0.5-
Existing smooth- or granule-surfaced BUR; smooth- or inch EnergyGuard Polyiso Insulation, Min. 0.25-inch DEXcell FA Glass Mat
R-243. LRF-XF LRF-XF PVCF-XF -180.0
granule-surfaced SBS or APP modified bitumen EnergyGuard RA or EnergyGuard Ultra Roof Board
Polyiso Insulation
R-244 Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- LRF-XF, 4- Min. 1.5-inch Ultra HD Composite LRF-XF, 4- PVCF-XF or PVCF- 1875
" | vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. Insulation inch o.c. [0]:] ’
R-245. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5—|nch !.RF—XF, 4- None N/A PVCF-XF or PVCF- 200.0
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c. [0]:]
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Attach Roof Cover MDP
No. (Note 1 and Note 12) Type (Notes Type Attach (Note 15) (psf)?
6.7.8 (Notes 6,7,8)
R-246. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1..5—|nch 0B500 None N/A PVCF-XF or PVCF- 1100
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation OB
Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5 Min. 1.5-inch EnergyGuard Polyiso- PVCF-XF or PVCF
R-247. g8 g P \op > layeris), min. 2. 0B500 HD Composite Insulation or Ultra HD | OB500 -110.0
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation . . OB
Composite Insulation
R-248 Existing gravel-surfaced BUR, brushed/spudded and One or more layer(s), min. 1.5-inch 0B500, 6- | (Optional) Additional layer of base 0OB500, 6- PVCF-XF or PVCF- 1575
" | vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c. insulation inch o.c. OB ’
Min. 1.5-inch E Polyiso-
Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- OB500, 6- pri-> |nc. nergyG.uard olyiso 0OB500, 6- PVCF-XF or PVCF-
R-249. . . . X HD Composite Insulation or Ultra HD . -157.5
vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. . . inch o.c. OB
Composite Insulation
L (Optional) One or more layer(s), min. 0.5-
Existing smooth- or granule-surfaced BUR; smooth- or N ) . . . .
hE Pol Insul . 1.5- - - -
R-250. | granule-surfaced SBS modified bitumen or granule- inch EnergyGuard Polyiso Insulation, OB500 Min. 1.5 |nc.h EnergyGfuard Polyiso OB500 PVCF-XF or PVCF -165.0
e R EnergyGuard RA or EnergyGuard Ultra HD Composite Insulation 0oB
surfaced APP modified bitumen ; .
Polyiso Insulation
. (Optional) One or more layer(s), min. 0.5- Min. 0.25-inch DensDeck Prime or
Existing smooth- or granule-surfaced BUR; smooth- or . . . X
R-251. | granule-surfaced SBS modified bitumen or granule- inch EnergyGuard Polyiso Insulation, OB500 SECU'ROCK Qypsum-Flber Roof Bo.ard 0B500 PVCF-XF or PVCF- 1800
. R EnergyGuard RA or EnergyGuard Ultra or min. 1.5-inch Ultra HD Composite [0]:]
surfaced APP modified bitumen h . )
Polyiso Insulation Insulation
L (Optional) One or more layer(s), min. 0.5-
Existing smooth- or granule-surfaced BUR; smooth- or . . . . .
hE Guard Pol Insulat Min. 0.25-inch DEXcell FA Glass M
R-252. | granule-surfaced SBS modified bitumen or granule- INCRQIGEEY SR gy nsuation, OB500 in. 0.25-inc ce Glass Mat 0OB500 PVCF-XF -180.0
o R EnergyGuard RA or EnergyGuard Ultra Roof Board
surfaced APP modified bitumen ; .
Polyiso Insulation
R-253 Existing gravel-surfaced BUR, brushed/spudded and (Optional) One or more layer(s), min. 1.5- 0B500, 4- Min. 1.5-inch Ultra HD Composite 0B500, 4- PVCF-XF or PVCF- 1875
" | vacuumed to remove loose gravel inch EnergyGuard Polyiso Insulation inch o.c. Insulation inch o.c. OB ’
R-254. Existing gravel-surfaced BUR, brushed/spudded and One or more Iayer.(s), min. 1'.5—|nch QBSOO, 4- None N/A PVCF-XF or PVCF- -200.0
vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c. OB
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TABLE 78: STEEL - RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

NEmoO | etc.e

(All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin.)

i Attachment
System Substrate Insulation Layer : Roof Cover (Note 158 MDP
No. (Note 1) (Note 17) Fastener (Note 11) Spacing (psf)
Existing standing seam or lap seam metal Drill-Tec Purlin Fastener or Drill-Tec
h . One or more layers, any . A - . .
R-255 roof covers having min. 16 gauge (0.0598 combination. preliminaril Hex-Head Purlin Fastener and Drill- 18 x 60-inch o.c. | EverGuard PVC or EverGuard PVC KEE induction 37.5
’ inch), 50 ksi steel purlins spaced max. 60- " P Y| Tec RhinoBond PVC XHD Plate are (along purlins) welded. ’
. fastened .
inch o.c. fastened through to purlins
Existing standing seam or lap seam metal | One or more layers, any Drill-Tec Hex Head Purlin Fastener
R-256 roof covers having min. 16 gauge (0.0598 | combination, min 1.25- with Drill-Tec PVC IW Plate or Drill- 18 x 60-inch o.c. | EverGuard PVC or EverGuard PVC KEE induction 45.0
’ inch), 50 ksi steel purlins spaced max. 60- | inch total thickness, Tec RhinoBond PVC XHD Plate are (along purlins) welded. ’
inch o.c. prelim. attach fastened through to purlins
Existing standing seam or lap seam metal Drill-Tec Purlin Fastener or Drill-Tec
h - One or more layers, any . . y . .
R-257 roof covers having min. 16 gauge (0.0598 combination. preliminaril Hex-Head Purlin Fastener and Drill- 12 x 60-inch o.c. | EverGuard PVC or EverGuard PVC KEE induction 525
’ inch), 50 ksi steel purlins spaced max. 60- fastened P Y| Tec RhinoBond PVC XHD Plate are (along purlins) welded. ’
inch o.c. fastened through to purlins
Existing standing seam or lap seam metal | One or more layers, any Drill-Tec Hex Head Purlin Fastener
R-258 roof covers having min. 16 gauge (0.0598 | combination, min 1.25- with Drill-Tec PVC IW Plate or Drill- 12 x 60-inch o.c. | EverGuard PVC or EverGuard PVC KEE induction 67.5
’ inch), 50 ksi steel purlins spaced max. 60- | inch total thickness, Tec RhinoBond PVC XHD Plate are (along purlins) welded. ’
inch o.c. prelim. attach fastened through to purlins
Existing standing seam or lap seam metal Drill-Tec Purlin Fastener or Drill-Tec
h B One or more layers, any ) ) . . .
R-259 roof covers having min. 16 gauge (0.0598 combination. preliminaril Hex-Head Purlin Fastener and Drill- 6 x 72-inch o.c. EverGuard PVC or EverGuard PVC KEE induction 75.0
’ inch), 50 ksi steel purlins spaced max. 72- " P Y| Tec RhinoBond PVC XHD Plate are (along purlins) welded. ’
. fastened .
inch o.c. fastened through to purlins

TABLE 7c: STEEL - RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER
(All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin.)

System Insulation (Note 17 Roof Cover (Note 15A MDP
Deck (Note 1) o
No. Type Attach Membrane Fastener (Note 11) Attachment (psf)
Existing standing seam or lap seam metal Drill-Tec Hex Head Purlin Fastener and Drill-Tec 12-inch o.c. in rows spaced max. 114
& g . P One or more . EverGuard PVC 2-3/8 in. Barbed XHD Plate, Drill-Tec Eyehook . N P o
roof covers having min. 16 gauge (0.0598 Prelim. . . inch o.c. to engage steel purlin. An 8-
R-260. X . h . layers, any or EverGuard AccuSeam Plate or Drill-Tec #12 Purlin Fastener . . . -30.0
inch), 50 ksi or min. 12 gauge (0.105 in.), 36 Q. Attached . . " . inch wide cover strip is heat welded
K K . combination PVC KEE with Drill-Tec 2.4” Barbed Seam Plate or Drill-
ksi steel purlins spaced max. 114-inch o.c. " over the stress plates.
Tec 2.4” Scoop Seam Plate
Existing standing seam or lap seam metal Drill-Tec Hex Head Purlin Fastener and Drill-Tec 6-inch o.c. in rows spaced max. 120-
s 8 sear P One or more . EverGuard PVC | 2-3/8in. Barbed XHD Plate, Drill-Tec Eyehook . o P -
roof covers having min. 16 gauge (0.0598 Prelim. . . inch o.c. to engage steel purlin. An 8-
R-261. . . h Y layers, any or EverGuard AccuSeam Plate or Drill-Tec #12 Purlin Fastener . . . -45.0
inch), 50 ksi or min. 12 gauge (0.105 in.), 36 Lo attached . R " . inch wide cover strip is heat welded
K K . combination PVC KEE with Drill-Tec 2.4” Barbed Seam Plate or Drill-
ksi steel purlins spaced max. 120-inch o.c. ” over the stress plates.
Tec 2.4” Scoop Seam Plate
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NEmoO | etc.e
TABLE 7c: STEEL - RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER
(All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin.)

System e T Insulation (Note 17) Roof Cover (Note 15A) MDP
eck (Note 1)
No. Type Attach Membrane Fastener (Note 11) Attachment (psf)
Drill-Tec Hex Head Purlin Fastener and Drill-Tec

6-inch o.c. in rows spaced max. 114-
inch o.c. to engage steel purlin. An 8-
inch wide cover strip is heat welded
over the stress plates.

Existing standing seam or lap seam metal One or more EverGuard PVC 2-3/8 in. Barbed XHD Plate, Drill-Tec Eyehook

roof covers having min. 16 gauge (0.0598 Prelim. . R
inch), 50 ksi or min. 12 gauge (0.105 in.), 36 layers, any or EverGuard AccuSeam Plate or Drill-Tec #12 Purlin Fastener

attached
ksi steel purlins spaced max. 114-inch o.c.

R-262. -52.5
combination PVC KEE with Drill-Tec 2.4” Barbed Seam Plate or Drill-

Tec 2.4” Scoop Seam Plate

TABLE 7p: RECOVER APPLICATIONS
SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See Note 12).
The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Sy':ie'm Substrate (Note 1 and Note 12) Roof Cover (Note 15) (“g;
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS
R-263. Existing fully adhered, granule-surfaced asphaltic roof cover PVCF-LM or PVCF-LO, 12-inch o.c. -60.0
R-264. Existing fully adhered granule-surfaced asphaltic roof cover PVCF-LM, 6-inch o.c. -67.5
R-265. f;:zt;r;ﬁ_fzIrI\éf:nhj:Sdui:::clje;u;franzeddif?:gPl;?tlii;;onof cover, existing fully adhered smooth- or granule-surfaced SBS modified bitumen or existing PVCF-LM or PVCF-LO, 4-inch o.c. 23300
R-266. Existing fully adhered smooth- or granule-surfaced SBS modified bitumen or existing fully adhered granule-surfaced APP modified bitumen PVCF-XF or PVCF-OB -330.0
R-267. Existing fully adhered, granule-surfaced asphaltic roof cover PVCF-HA -405.0
©ONEMO ETC LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC PEER-GAF-008.A.R67 for FL3443-R63 (NON-HVHZ)
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TABLE 8A: PROPRIETARY DECKS - NEW CONSTRUCTION

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

e Deck Base Insulation Layer Top Insulation Layer s
stem
U Attach Attach Roof Cover (Note 15)
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
EVERGUARD PVC OR PVC KEE MEMBRANE:
Min. %” USG STRUCTO-CRETE® BRAND | One or more layer(s), min 2 x LRE-XF
-XF or
STRUCTURAL ROOF DECK PANEL max. 48 x 48-inch EnergyGuard
P-1. FBC FPA FL19921 Polyiso Insulation or EnergyGuard i?EE(:)Och_ None g PVC-BA, PVC-QL or PVC-QS 750
M-D NOA 23-0316.03 Ultra Polyiso Insulation, o
Min. %” USG STRUCTO-CRETE® BRAND One or more Iayer(s), min 2 x LRE-XF LRE-XE
-XF or -XF or
STRUCTURAL ROOF DECK PANEL - i -
po. max: 48 x 48 |r.1ch EnergyGuard 0B500, 6- Min. 2 x.max. 48 x.48 inch Ultra HD 0B500, 6- PVC-BA, PVC-QL or PVC-QS 75.0
FBC FPA FL19921 Polyiso Insulation or EnergyGuard | . Composite Insulation .
. . inch o.c. inch o.c.
M-D NOA 23-0316.03 Ultra Polyiso Insulation,
Min. %” USG STRUCTO-CRETE® BRAND | One or more layer(s), min 2 x LRE-XE or Min. 0.5 x max. 48 x 48-inch LRE-XF or
STRUCTURAL ROOF DECK PANEL max. 48 x 48-inch EnergyGuard ) DensDeck Prime, SECUROCK Gypsum- -
P3. FBC FPA FL19921 Polyiso Insulation or EnergyGuard .OBSOO' & Fiber Roof Board or EnergyGuard HD .OBSOO’ & PVC-BA, PVC-QL or PVC-Q5 750
X . inch o.c. X inch o.c.
M-D NOA 23-0316.03 Ultra Polyiso Insulation, Polyiso Cover Board
EVERGUARD PVC FLEECE-BACK OR PVC KEE FLEECE-BACK MEMBRANE:
Min. %” USG STRUCTO-CRETE® BRAND | One or more layer(s), min 2 x LRERE or PVCF-LM (spatter), PVCF-OB (spatter),
pa STRUCTURAL ROOF DECK PANEL max. 48 x 48-inch EnergyGuard OB500.6 NotR N/A PVCF-XF or EverGuard PVC KEE 5.0
’ FBC FPA FL19921 Polyiso Insulation or EnergyGuard inch o ,c Fleeceback / LRF Adhesive M (12-inch ’
M-D NOA 23-0316.03 Ultra Polyiso Insulation, o o.c.) or LRF Adhesive O (12-inch o.c.)
Min. %” USG STRUCTO-CRETE® BRAND | One or more layer(s), min 2 x LREXE of LRE-XF or PVCF-LM (spatter), PVCF-OB (spatter),
PS STRUCTURAL ROOF DECK PANEL max. 48 x 48-inch EnergyGuard OB500. - Min. 2 x max. 48 x 48-inch Ultra HD OB500. 6 PVCF-XF or EverGuard PVC KEE 75.0
' FBC FPA FL19921 Polyiso Insulation or EnergyGuard inch o c Composite Insulation inch o c Fleeceback / LRF Adhesive M (12-inch '
M-D NOA 23-0316.03 Ultra Polyiso Insulation, o o o.c.) or LRF Adhesive O (12-inch o.c.)
Min. %” USG STRUCTO-CRETE® BRAND | One or more layer(s), min 2 x Min. 0.5 x max. 48 x 48-inch )
STRUCTURAL ROOF DECK PANEL max. 48 x 48-inch EnergyGuard LRF-XF or DensDeck Prime, SECUROCK Gypsum- LRF-XF or PVCF_I.'M (4-inch o.c. or spatt.er), PVCF-
P-6. X \ 0OB500, 6- R 0OB500, 6- LO (4-inch o.c.), PVCF-OB (4-inch o.c. or -75.0
FBC FPA FL19921 Polyiso Insulation or EnergyGuard | . Fiber Roof Board or EnergyGuard HD .
. . inch o.c. X inch o.c. spatter), PVCF-WB or PVCF-XF
M-D NOA 23-0316.03 Ultra Polyiso Insulation, Polyiso Cover Board
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