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Revision 52: 08/17/2026

ScoPE:

This P.E. Evaluation Report (henceforth ‘PEER’) is issued under F.A.C. Rule 61G20-3 and the applicable rules and regulations governing the
use of construction materials in the State of Florida. The documentation submitted has been reviewed by Robert Nieminen, P.E. for
compliance with the 9th Edition (2026) Florida Building Code, High Velocity Hurricane Zone (HVHZ) sections noted herein.

DESCRIPTION: GAF EverGuard PVC and PVC/KEE Roof Systems (HVHZ)

LABELING: Labeling shall be in accordance with the requirements of the Accredited Quality Assurance Agency noted herein.

CoNnTINUED ComPLIANCE: This PEER is valid until such time as the named product(s) changes, the referenced Quality Assurance or production
facility location(s) changes, or Code provisions that relate to the product(s) change. Acceptance of our PEERs by the named client constitutes
agreement to notify NEMO ETC, LLC of any changes to the product(s), the Quality Assurance or the production facility location(s). NEMO
ETC, LLC requires a complete review of its PEER relative to updated Code requirements with each Code Cycle. Reference is made to the
Nemo | etc. Directory of P.E. Evaluations to ascertain the status and/or current version of this PEER. If the PEER is not listed at the Nemo
Directory, then it is no longer valid.

ADVERTISEMENT: “NEmo P.E. Evaluated” may be displayed in advertising literature. If any portion of the PEER is displayed, then it shall be in
its entirety.

InspecTION: Upon request, a copy of this entire PEER shall be provided to the user by the manufacturer or its distributors and shall be available
for inspection at the job site at the request of the Building Official.

PPELLE T

This PEER consists of pages 1 through 6, plus 168-pages of Appendix.
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CERTIFICATION OF INDEPENDENCE:

1. NEMO ETC, LLC does not have, nor does it intend to acquire or will it acquire, a financial interest in any company manufacturing or
distributing products it evaluates.

2. NEMO ETC, LLC is not owned, operated or controlled by any company manufacturing or distributing products it evaluates.

3. Robert Nieminen, P.E. does not have nor will acquire, a financial interest in any company manufacturing or distributing products for
which the PEERs are being issued.

4. Robert Nieminen, P.E. does not have, nor will acquire, a financial interest in any other entity involved in the approval process of the
product.

5. This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer of Record for any

project on which this PEER, or previous versions thereof, is/was used for permitting or design guidance unless retained specifically for
that purpose.

©2019 NEMO ETC, LLC


https://www.nemoetc.com/
https://www.gaf.com/en-us
https://www.flrules.org/gateway/ChapterHome.asp?Chapter=61G20-3
https://services.nemoetc.com/nemoevaluationdirectory

ROOFING SYSTEMS EVALUATION:
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1. ScoPE:

Product Category:
Sub-Category:

Product Approval Method:

(HVHZ) through testing in accordance with the following Standards.

Roofing

Single Ply Roof Systems
Method 1, Option D: Codified Material, Evaluation by Engineer
Compliance Statement: GAF EverGuard PVC and PVC/KEE Roof Systems, as produced by GAF, have demonstrated
compliance with the following sections of the 9t" Edition (2026) Florida Building Code, High Velocity Hurricane Zone
Compliance is subject to the Installation

Requirements and Limitations of Use set forth herein.

2. STANDARDS:

SECTION
TAS 110
TAS 110
TAS 110
TAS 110
TAS 110
TAS 110
TAS 110

3. REFERENCES:

ENTITY

NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO

ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ATI/ITS (TST1558)
ATI/ITS (TST1558)
ATI/ITS (TST1558)
ATI/ITS (TST1558)
ATI/ITS (TST1558)

ONEMO ETC, LLC

Exam
ASTM D4434 (UT)
ASTM D4434 (UT)
Physicals (IN)
PEER
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
Criticality
TAS 114
TAS 114
TAS 114
TAS 114
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PROPERTY

Resistance to Foot Traffic

Wind resistance

Susceptibility to Hail Damage
Susceptibility to Leakage

Material standard (asphaltic)
Material standard (modified bitumen)
Material standard (PVC)

REFERENCE

DATE

4s-GAF-18-003.12.18-1.R1 01/05/26
4s-GAF-18-003.12.18-2.R1 01/05/26

4j-GAF-SSUDL-004.A
PEER-GAF-007.A&B
06-047

07-001

07-002

07-007

07-029

07-031

08-031

11-057

11-058

11-059

11-060

11-061

11-062

11-063

11-066

12-005

12-006

12-007

12-009

12-010

12-011

12-021

12-022

12-017

12-020

12-027

12-028

12-032
11-015-R1
11-018-R1
11-022-R1

16-002

21-014

21-018

23-012

25-017
G9819.02-106-31
G9819.01-109-44
G9819.03-109-44
H-3320.01-109-44
H-3314.01-109-44

11/19/24
04/09/26
12/21/06
01/12/07
01/12/07
01/19/07
03/08/07
05/09/07
05/05/08
09/30/11
10/03/11
10/04/11
10/05/11
10/06/11
10/07/11
10/08/11
11/21/11
04/09/12
04/09/12
04/10/12
04/20/12
04/20/12
04/20/12
04/26/12
04/26/12
05/07/12
05/08/12
05/22/12
05/22/12
08/23/12
08/29/12
08/29/12
08/29/12
03/04/16
08/16/21
08/17/21
06/16/23
06/12/25
05/10/17
08/01/17
08/01/17
08/10/17
08/14/17

ENTITY

FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)

STANDARD

TAS 114, Section 8.9

TAS 114, Appendix C, D orJ

TAS 114, Appendix F
TAS 114, Appendix G
ASTM D2178, ASTM D4601, ASTM D4897
ASTM D6163, ASTM D6164, ASTM D6222

ASTM D4434

Exam
FM 4474
FM 4470
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4470
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4470
FM 4474
FM 4474
FM 4474
Criticality
FM 4474
FM 4474
FM 4470
FM 4474
FM 4470

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ

GAF EverGuard PVC and PVC/KEE Roof Systems
BACKTO TOP

REFERENCE DATE

PR457312 04/20/21
PRA459831 04/21/21
PRA456101 06/24/21
PRA460786 08/30/21
PR460560 09/22/21
PRA461047 10/25/21
RR232145-267 03/21/22
PRA450629 04/13/22
RR232513-267 04/22/22
PRA60889 08/01/22
PRA60126 09/20/22
PR463035 11/10/22
PR461460 11/15/22
RR235368-267 12/19/22
PRA64081 02/20/23
RR236601-267 03/30/23
RR238073 08/07/23
RR237727 08/17/23
RR237767 08/30/23
RR237973 09/13/23
RR237937 09/13/23
RR238672 10/12/23
PR465710 12/18/23
PRA66096 01/22/24
PRA67721 03/01/24
PRA463212 03/06/24
RR240499 03/14/24
RR241361 05/07/24
RR241387 05/10/24
RR241586 05/29/24
RR241598 05/30/24
RR242812 09/06/24
PRA468153 11/04/24
RR243942 12/16/24
PRA470505 01/24/25
PRA69851 01/30/25
RR244840 03/18/25
PRA471562 (data) 02/12/25
PRA63218 03/17/25
PRA66462 04/03/25
RR244920 04/03/25
PRA464301 04/11/25
RR245882 04/23/25
RR245682 05/06/25
PRA469015 05/13/25

PEER-GAF-008.B.R52
FL3443-R63 (HVHZ)
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ENTITY

ACRC (TST4671)
ATI/ITS (TST1558)
ATI/ITS (TST1558)
ATI/ITS (TST1558)
ATI/ITS (TST1558)
ATI/ITS (TST1558)
ATI/ITS (TST1558)
ERD (TST6049)
ERD (TST6049)
ERD (TST6049)
ERD (TST6049)
ERD (TST6049)
ERD (TST6049)
ERD (TST6049)
FET (TST7393)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)

ONEMO ETC, LLC

Exam
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 117
TAS 114
TAS 114
TAS 117
TAS 114
TAS 114
FM 4470
FM 4470
FM 4470
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4470
FM 4474
FM 4470
FM 4474
FM 4470
FM 4470
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4470
FM 4470
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4472, 4470
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4470
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REFERENCE
25-020
H-3315.01-109-44
H-3317.01-109-44
H-3318.01-109-44
H0730.01-109-44
H8498.01-109-18
H7234.01-109-18
P6860.06.07-R1
02762.03.05-R2
A35880.04.12-R1
GAF-SC8580.14
GAF-SC8580.14
SFS-5C12250.10.17
GAF-5C16825.12.17-1
08-050182
3003956
3003955
3014692
3024709
3023368
3028606
3026964
3031127
3033126
3034394
3037525
3037879
3040234
3041746
3042887
3042905
797-07043-267
3044862
3044914
3045789
3046328
3041769
3046403
797-07886-267
797-07849-267
3046054
3047606
3048122
797-08217-267
3047237
3047636
797-08873-267
3048066
797-09116-267
797-09495-267
797-09594-267
797-09892-267
3051408
3055411
3054498
RR205474
RR206353
3056728
3056822
3055491
3058483
RR208456
3061218
3061218 LTR
RR209927
RR210305

OMG LTR
RR212730
3060870
3056933
PR449764
3061784
3055904
RR215191-267
RR215193-267
PR450261
PR452971-R1

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ

DaTE

06/13/25
08/14/17
08/14/17
08/14/17
08/16/17
03/27/18
05/01/18
09/10/09
04/01/10
04/03/12
03/25/15
07/20/15
10/23/17
12/31/17
06/26/08
02/18/00
03/05/02
08/05/03
10/21/05
03/20/06
02/23/07
07/25/07
10/01/07
07/11/08
02/27/09
09/25/09
02/04/10
02/23/11
08/17/11
11/14/11
01/10/12
01/16/12
05/11/12
06/18/12
07/12/12
09/13/12
09/27/12
09/28/12
11/21/12
12/03/12
12/21/12
02/26/13
04/29/13
05/01/13
07/15/13
08/08/13
11/26/13
12/13/13
01/24/14
05/27/14
06/24/14
08/12/14
08/13/14
04/14/15
11/30/15
08/31/16
09/07/16
11/09/16
11/14/16
12/05/16
12/09/16
02/13/17
05/10/17
05/16/17
06/23/17
07/13/17
12/14/17
04/05/18
05/29/18
07/19/18
07/25/18
07/25/18
10/25/18
11/07/18
11/08/18
10/22/19
01/28/20

ENTITY
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
IRT (TST5296)
NEMO (TST6049)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
( )
( )
( )

PRI (TST5878
PRI (TST5878
PRI (TST5878
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)

GAF EverGuard PVC and PVC/KEE Roof Systems
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Exam
FM 4470
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
Criticality
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
Criticality
Criticality
Criticality
TAS 114
TAS 114
TAS 114
TAS 114
Criticality
TAS 114
TAS 114
FM 4474
TAS 114
TAS 114
TAS 114
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
Criticality
FM 4474
Criticality
FM 4474
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REFERENCE DATE

PRA69209 06/03/25
PRA71565 10/28/25
RR248533 11/25/25
PRA468487 —Reissue 1 01/14/26
PRA471561 02/13/26
RR249676 02/24/26
04-006 02/16/04
41-CEL-18-001.12.18-2  07/10/19
GAF-462-02-01 11/15/13
GAF-462-02-02 11/18/13
GAF-462-02-03 11/18/13
GAF-462-02-04 11/18/13
GAF-457-02-02 01/20/14
GAF-457-02-04 01/24/14
GAF-457-02-06 01/24/14
GAF-457-02-07 01/24/14
GAF-457-02-08 01/24/14
GAF-435-02-01 01/29/14
GAF-435-02-11 01/29/14
GAF-510-02-02 04/08/14
GAF-515-02-01 05/13/14
GAF-515-02-03 05/13/14
GAF-516-02-03 05/13/14
GAF-525-02-02 06/23/14
GAF-525-02-03 06/23/14
GAF-462-02-07 07/01/14
GAF-462-02-08 07/01/14
GAF-462-02-09 07/01/14
GAF-462-02-10 07/01/14
GAF-462-02-11 07/01/14
GAF-538-02-03 08/13/14
GAF-653-02-01 11/11/16
GAF-653-02-04 11/11/16
GAF-746-02-01 12/14/16
GAF-746-02-02 12/14/16
GAF-746-02-05 12/14/16
GAF-746-02-06.R1 12/15/16
GAF-755-02-01 02/02/17
GAF-755-02-02 02/02/17
GAF-755-02-03 02/02/17
GAF-755-02-04 02/02/17
GAF-756-02-01 02/28/17
GAF-756-02-02 02/28/17
GAF-782-02-02 08/30/17
GAF-776-02-02 10/04/17
GAF-793-02-01 12/08/17
GAF-793-02-02 12/08/17
GAF-793-02-04 12/08/17
GAF-834-02-01 02/28/18
GAF-833-02-01 03/02/18
GAF-833-02-02 03/02/18
GAF-902-02-02 02/27/19
GAF-926-02-01 07/17/19
376T0016 08/09/19
376T0006-1 09/06/19
376T0006-2 09/06/19
376T0006-3 09/06/19
376T0025 09/06/19
376T0026 09/06/19
37670043 12/04/19
37670167 06/07/21
37670168 06/07/21
37670183 09/13/21
37670186 09/13/21
37670187 09/13/21
41070026 12/15/21
37670313 07/19/22
37670314 07/19/22
376T0491.2 01/16/24
376T0470 02/13/24
376T0488.1 02/13/24
376T0588.3 12/16/24
376T0589 01/14/25
376T0606 04/09/25
376T0512 04/30/24
376T0536 07/24/24
376T0570.2 12/16/24

PEER-GAF-008.B.R52
FL3443-R63 (HVHZ)
Revision 52: 08/17/2026
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ENTITY ExAm REFERENCE DATE ENTITY EXAM REFERENCE DATE

FM (TST1867) FM 4474 PR453353 01/31/20 PRI (TST5878) FM 4474 376T0570.3 12/16/24
FM (TST1867) FM 4474 PR452423 02/06/20 PRI (TST5878) FM 4474 376T0604.1 04/28/25
FM (TST1867) FM 4474 PR455468 07/01/20 PRI (TST5878) FM 4474 376T0640.2 07/01/25
FM (TST1867) FM 4474 PR455417 12/23/20 PRI (TST5878) FM 4474 376T0640.3 07/01/25
FM (TST1867) FM 4474 RR227079 03/10/21 PRI (TST5878) FM 4474 37670669 09/16/25
FM (TST1867) Traceability PR459034 03/24/21 UL (QUA9625) Qc Service Confirmation 08/18/25
FM (TST1867) FM 4470 RR227768-267 04/09/21 UL (QUA9625) Qc Florida BCIS Current

4, PRODUCT DESCRIPTION:

This PEER covers GAF EverGuard PVC and PVC/KEE Roof Systems installed in accordance with GAF published
installation instructions and the Limitations of Use herein.

TABLE 1: EVALUATED MEMBRANES
MATERIAL STANDARD
TYPE PRODUCT PLANT(S)
REFERENCE TYPE GRADE

EverGuard® PVC 50, 60, 80-mil 1, IV uT

RooF COVER OR EverGuard® PVC KEE 50, 60, 80-mil 1, IV uT

CAP PLY EverGuard® PVC Fleeceback 50, 60, 80-mil ASTM DI 1, Iv N/A uT
EverGuard® PVC KEE Fleeceback 50, 60, 80-mil 1, IV uT
GAFGLAS® #75 Base Sheet AL, CA-F, GA-S

BASE SHEETS Tri-Ply® #75 Base Sheet ASTM D4601 1l N/A AL, CA-F, GA-S
GAFGLAS® #80 Ultima™ Base Sheet AL, GA-S
GAFGLAS® Stratavent® Nailable Venting Base Sheet ASTM D4897 Il N/A AL, GA-S
Ruberoid® 20 Smooth | S AR
Ruberoid® HW 20 Smooth ASTM D6163 [ S AR

BASE PLYS: Ruberoid® HW 25 Smooth | S GA-S
Ruberoid® HW Smooth | S GA-S
Ruberoid® Mop Smooth ASTM D6164 | S GA-S
Ruberoid® Mop Smooth 1.5 | S GA-S
GAFGLAS® #75 Base Sheet 1l N/A AL, CA-F, GA-S
Tri-Ply® #75 Base Sheet ASTM D4601 1l N/A AL, CA-F, GA-S
GAFGLAS #80 Ultima Base Sheet Il N/A AL, GA-S
GAFGLAS® Ply 4 \% N/A AL, CA-F, GA-S
Tri-Ply Ply 4 Ply Sheet Y N/A | AL CA-F, GA-S
GAFGLAS® Ply 4 M ASTM D2178 \% N/A AL
GAFGLAS® FlexPly™ 6 \'! N/A AL, GA-S
GAFGLAS® FlexPly™ 6 M Vi N/A AL
Ruberoid® 20 Smooth | S AR
Ruberoid® HW 20 Smooth | S AR

VAPOR BARRIER Ruberoid® HW 25 Smooth ASTM D6163 | S GA-S
Ruberoid® HW 30 Smooth | S AR

MEMBRANES: -
Ruberoid® HW Smooth | S GA-S
Ruberoid® Mop Smooth [ S GA-S
Ruberoid® Mop Smooth 1.5 [ S GA-S
R.uber0|d® Mop Plus Sm.ooth ASTM D6164 | S GA-S
Liberty™ SBS Self-Adhering Cap Sheet [ G AR, GA-S
Ruberoid® HW Granule | G GA-S
Ruberoid® Mop Granule | G CA-S, GA-S
Ruberoid® HW Plus Granule 1l G GA-S
Ruberoid® Torch Smooth | S CA-S, GA-S, IN
Ruberoid® Torch Granule ASTM D6222 | G CA-S, GA-S, IN
GAF SA Vapor Retarder XL and XL40 N/A N/A N/A IN
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5. LIMITATIONS:

5.1 This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer
of Record for any project on which this PEER, or previous versions thereof, is/was used for permitting or design
guidance. PEERs are not to be construed as representing any attributes not specifically listed, nor are PEERs to be
construed as an endorsement of the subject, or a recommendation for its use. There is no warranty by NEMO ETC,
LLC or Robert Nieminen, P.E., express or implied, as to any finding or other matter in this PEER, or as to any product
covered by the PEER.

5.2 This PEER is exclusively for use in High Velocity Hurricane Zone jurisdictions, as defined in FBC Chapter 2 (Broward
and Miami-Dade Counties).

5.3 The evaluation herein pertains to above-deck roof components; deck-attachment details pertain to ‘as-tested’
conditions under Testing Application Standard TAS 114, Appendix J. Roof decks shall be in accordance with FBC
HVHZ requirements to the satisfaction of the Authority Having Jurisdiction.

5.4 This PEER does not include evaluation of fire classification. Refer to FBC HVHZ 1516 for requirements and
limitations regarding roof assembly fire classification. Refer to FBC 2603 for requirements and limitations
concerning the use of foam plastic insulation.

5.5 This PEER does not include evaluation of roof edge termination. Refer to Roofing Application Standard RAS 111
for requirements and limitations regarding edge securement for low-slope roofs.

5.6 Refer to FBC HVHZ 1521 for requirements and limitations regarding recover installations.

5.6.1 For mechanically attached components over existing roof decks, fasteners shall be tested in the existing deck for
withdrawal resistance. A qualified design professional shall review the data for comparison to the minimum
requirements for the system. Testing shall be in accordance with Testing Application Standard TAS 105.

5.6.2 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the
existing deck or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any
surface conditions exist that bring system performance into question, field uplift testing in accordance with Testing
Application Standard TAS 124 shall be conducted on mock-ups of the proposed new roof assembly.

5.6.3 For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall
be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having
Jurisdiction, as documented through field uplift testing in accordance with Testing Application Standard TAS 124.

5.7 Refer to Appendix 1 for system attachment requirements for wind load resistance.

5.7.1 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads,
and reflects the ultimate passing pressure divided by 2 (the 2 to 1 margin of safety per Testing Application
Standard TAS 114 has already been applied). Refer to FBC HVHZ 1620 and Roofing Application Standard RAS 128
for determination of design wind loads.

5.7.2 For mechanically attached components, the maximum design pressure for the selected assembly shall meet or
exceed at least the Zone 1 PRIME design pressure determined in accordance with FBC HVHZ 1620 or Roofing
Application Standard RAS 128. Elevated pressure zones shall employ an attachment density designed by a
qualified design professional to resist the elevated pressure criteria. Analysis shall be in accordance with Roofing
Application Standard RAS 117 or RAS 137. *This extrapolation is not permitted for systems marked with an
asterisk*.

5.7.3 For tables and/or assemblies marked with an asterisk*, the maximum design pressure (MDP) limitation shall be
applicable to all roof pressure zones. Rational analysis is not permitted.

5.8 Corrosion Resistance — Saltwater Environments:
Fasteners and connectors, if applicable, in areas within 3,000 feet of a saltwater coastline shall demonstrate
compliance with FBC 1711 to the satisfaction of the Authority Having Jurisdiction.
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5.9 All components in the roof assembly shall have quality assurance audit in accordance with F.A.C. Rule 61G20-3.
Refer to the Product Approval of the component manufacturer for components listed in Appendix 1 that are
produced by a Product Manufacturer other than the report holder on Page 1 of this PEER.

6. INSTALLATION:

GAF EverGuard PVC and PVC/KEE Roof Systems shall be installed in accordance with GAF published installation
instructions, subject to the Limitations of Use noted herein.

7. BUILDING PERMIT REQUIREMENTS:

As required by the Building Official or Authority Having Jurisdiction to properly evaluate the installation of this
product.

8. IMANUFACTURING PLANTS:

Contact the named QA entity for manufacturing facilities covered by F.A.C. Rule 61G20-3 QA requirements. Refer
to Section 4 herein for products and production locations having met codified material standards.

9. QUALITY ASSURANCE ENTITY:
UL, LLC— QUA9625: (360) 817-5512; bsai.inspections@ul.com

- THE 168-PAGES THAT FOLLOW FORM PART OF THIS PEER -
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APPENDIX 1: ATTACHMENT REQUIREMENTS FOR WIND UPLIFT RESISTANCE

TABLE DECK APPLICATION TYPE DESCRIPTION PAGE
1A Wood New, Reroof (Tear-Off) or Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 12
18 Wood New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 12
1c Wood New, Reroof (Tear-Off) or Recover C-2 Induction Welded Roof Cover 14
1p Wood New, Reroof (Tear-Off) or Recover D-1 Mechanically Attached Roof Cover 16
1e Wood New or Reroof (Tear Off) E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 16
2A Steel New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 17
2B Steel New or Reroof (Tear-Off) A-2 Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 18
2c Steel or Structural Concrete New, Reroof (Tear-Off) or Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 21
2D Steel or Structural Concrete New, Reroof (Tear-Off) or Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Base Ply, Bonded Cap Ply 46
2E Steel New, Reroof (Tear-Off) or Recover B-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 54
2F Steel New, Reroof (Tear-Off) or Recover B-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Base Ply, Bonded Cap Ply 60
2G Steel or Structural Concrete New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 62
2H Steel or Structural Concrete New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Base Ply, Bonded Cap Ply 93
21 Steel or Structural Concrete New, Reroof (Tear-Off) or Recover C-1A Thermal Barrier with Vapor Barrier, Mechanically Attached Insulation, Bonded Roof Cover 98
2 Steel New, Reroof (Tear-Off) or Recover C-2 Mechanically Attached Insulation, Induction Welded Roof Cover 102
2K Steel New, Reroof (Tear-Off) or Recover D-1 Mechanically Attached Roof Cover 103
3A Structural concrete New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 105
3B Structural concrete New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Base Ply, Bonded Cap Ply 119
3c Structural Concrete New, Reroof (Tear-Off) or Recover C-2 Mechanically Attached Insulation, Induction Welded Roof Cover 125
3D Structural concrete New or Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 126
4A Deck with Lightweight Concrete New or Reroof (Tear Off) E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 127
4B Deck with Lightweight Concrete New or Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 128
4c Deck with Lightweight Concrete New or Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 130
5A Cementitious wood fiber Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 132
58 Cementitious wood fiber New or Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 133
6A Existing gypsum Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 134
68 Existing gypsum Reroof (Tear-Off) B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 136
6C Existing gypsum Reroof (Tear-Off) C-1 Mechanically Attached Insulation, Bonded Roof Cover 140
6D Existing gypsum Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 141
7A Various Recover A-1 Bonded Insulation, Bonded Roof Cover 142
78 Steel Recover C-2 Induction Welded Roof Cover 165
7c Steel Recover D-1 Insulated, Mechanically Attached Roof Cover 165
7D Various Recover F Non-Insulated, Bonded Roof Cover 166
8A Proprietary Deck Type New A-1 Bonded Insulation, Bonded Roof Cover 167

9A/9B Guidance / Limitations for use of Hilti fasteners in Type B steel deck securement beneath GAF roof systems 168
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The following notes apply to the systems outlined herein:

1  The roof system evaluation herein pertains to above-deck roof components. Roof decks and structural members shall be in accordance with FBC HVHZ requirements to the satisfaction of the Authority Having
Jurisdiction. Deck-attachment details pertain to ‘as-tested’ conditions under Testing Application Standard TAS 114, Appendix J. Tables 8A and 8B provide guidance / limitations associated with use of fasteners from
Hilti, Inc. to secure steel decking to structural members.

2 Unless otherwise noted, fasteners and stress plates shall be as follows. Recessed plates are not for use with cement-based or gypsum-based hardboard coverboards. Fasteners shall be of sufficient length for the
following engagements:

FASTENER/PLATE OPTIONS
PARTS
DECK TYPE By LOOSE PARTS PRE-ASSEMBLED PARTS MINIMUM ENGAGEMENT
Drill-Tec #12 Fast , Drill-Tec #12 DP Fast , Drill-Tec #12 DPH Fast , Drill-Tec #14 Fast . ” . ” . - .
" ‘ec astener, ot e? . as Sner ri-lec a‘s ener ” ri-tec a.s & Drill-Tec 3” ASAP Flat, Drill-Tec 3” ASAP Recessed, Drill- Minimum %-inch plywood
or Drill-Tec #14 HD Fastener with Drill-Tec 3” Standard Steel Plate, Drill-Tec 3” Steel Plate, Drill-Tec X X R o
Wood GAF . . . ) Y Tec ASAP 3S or Drill-Tec Heavy Duty ASAP Roofing penetration or minimum 1-
AccuTrac Flat Plate, Drill-Tec AccuTrac Recessed Plate (insulation only), Drill-Tec 3” Flat Steel Plate ) ” .
. ” Fastener Assembled with a 3” Metal Plate inch wood plank embedment
or Drill-Tec 3” Recessed Steel Plate
Drill-Tec #12 Fastener, Drill-Tec #12 DP Fastener, Drill-Tec #12 DPH Fastener, Drill-Tec #14 Fastener, | Drill-Tec 3” ASAP Flat, Drill-Tec 3” ASAP Recessed, Drill-
GAF Drill-Tec #14 HD Fastener, Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener with Drill-Tec 3” Tec ASAP 3S, Drill-Tec Heavy Duty ASAP Roofing Fastener
Standard Steel Plate, Drill-Tec 3” Steel Plate, Drill-Tec AccuTrac Flat Plate, Drill-Tec AccuTrac Assembled with a 3” Metal Plate or Drill-Tec Extra Heavy
Recessed Plate (insulation only), Drill-Tec 3” Flat Steel Plate or Drill-Tec 3” Recessed Steel Plate Duty ASAP Roofing Fastener — Insulation Minimum %-inch steel
Steel Note: Unless otherwise noted, Drill Tec #12 DF Fastener or Drill Tec #14 DF Fastener with Drill Tec 3” DF Steel Insulation Plate may be used in place of Drill-Tec #12 Fastener or Drill-Tec #14 penetration and engage the
Fastener with DriI_I-Tec 3” Standard Stgel Plate when used to secure DensDeck Prime, SECUROCK Gypsum-Fiber Roof Board or SECUROCK Ultralight Coated Glass-Mat Roof Board to steel top flute of the steel deck
deck, up to a maximum allowable design pressure (MDP) of -120.0 psf.
Note: Unless otherwise noted, Drill Tec #12 DF Fastener or Drill Tec #14 DF Fastener with Drill Tec 3” DF Steel Insulation Plate may be used in place of Drill-Tec #12 Fastener or Drill-Tec #14
Fastener with Drill-Tec 3” Standard Steel Plate when used to secure min. 0.5-inch thick Structodek High Density Fiberboard Roof Insulation, EnergyGuard HD Polyiso Insulation or
EnergyGuard HD Plus Polyiso Insulation or min. 1.5-inch EnergyGuard POLYISO INSULATION or EnergyGuard Ultra Polyiso Insulation to steel deck.
Drill-Tec #14 F Drill-Tec #14 HD F Drill-T D-10 with Drill- ” |
ri ec. as,t,ener, rill-Tec : astener or Dri ec(; 0 with Drill-Tec 3” Standard Stee Drill-Tec 3” ASAP Flat (#14 only) or Drill-Tec Heavy Duty
GAF Plate, Drill-Tec 3” Steel Plate, Drill-Tec AccuTrac Flat Plate, Drill-Tec AccuTrac Recessed Plate . . ” Minimum 1.25-inch
) h h ” ) M ASAP Roofing Fastener Assembled with a 3” Metal Plate :
(insulation only), Drill-Tec 3” Flat Steel Plate or Drill-Tec 3” Recessed Steel Plate embedment. Fasteners
Structural Note: Unless otherwise noted, Drill Tec #14 DF Fastener with Drill Tec 3” DF Steel Insulation Plate may be used in place of Drill-Tec #14 Fastener with Drill-Tec 3” Standard Steel Plate when used installed with a pilot hole in
Concrete to secure min. DensDeck Prime, SECUROCK Gypsum-Fiber Roof Board or SECUROCK Ultralight Coated Glass-Mat Roof Board to structural concrete deck, up to a maximum allowable accordance with the fastener
design pressure (MDP) of -120.0 psf. ) .
- - - - - - - - - manufacturer’s published
Note: Unless otherwise noted, Drill Tec #14 DF Fastener with Drill Tec 3” DF Steel Insulation Plate may be used in place of Drill-Tec #14 Fastener with Drill-Tec 3” Standard Steel Plate when used installation instructions
to secure min. 0.5-inch thick Structodek High Density Fiberboard Roof Insulation, EnergyGuard HD Polyiso Insulation or EnergyGuard HD Plus Polyiso Insulation or min. 1.5-inch
EnergyGuard POLYISO INSULATION or EnergyGuard Ultra Polyiso Insulation to structural concrete deck.

3 RESERVED

4 Minimum 200 psi, minimum 2-inch thick FBC HVHZ Approved lightweight insulating concrete may be substituted for, or installed below, rigid insulation board for System Types B-1, C-1, C-2, D-1 or D-2, whereby
fasteners are installed through the lightweight insulating concrete to engage the structural deck. The structural deck shall be of equal or greater type, thickness and strength to the steel and structural concrete
deck listings. Roof decks and structural members shall be in accordance with FBC requirements to the satisfaction of the Authority Having Jurisdiction. This is a wind uplift resistance allowance and does not purport
to address non-wind-uplift-related issues, such as deck venting or moisture levels within the LWIC and the potential effect on overlying components. If mechanical attachment to the structural deck through
lightweight insulating concrete is proposed, field withdrawal resistance testing shall be performed to confirm equivalent or determine enhanced fastening patterns and density. All testing and fastening design
shall be in compliance with Testing Application Standard TAS 105 and Roofing Application Standard RAS 117 and/or RAS 137. Calculations shall be prepared, signed and sealed by a qualified design professional.

5 RESERVED

©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ PEER-GAF-008.B.R52 for FL3443-R63 (HVHZ)
Certificate of Authorization #32455 GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411 Revision 52: 08/17/2026

TOP OF PAGE Appendix 1, Page 2 of 168



6

Unless otherwise noted, insulation adhesive application rates are as follows.
v’ Ribbon or bead width is at the time of application; the ribbons/beads shall expand as noted in the manufacturer’s published instructions.

v If applying hot asphalt to concrete deck, deck shall be primed with ASTM D41 primer.

v' When multiple layers(s) of insulation and/or coverboard are installed in ribbon-applied adhesive, board joints shall be staggered.
v’ The maximum edge distance from the adhesive ribbon to the edge of the insulation board shall be not less than one-half the specified ribbons spacing.

INSULATION ADHESIVE REFERENCES

By ADHESIVE REFERENCE FBC FiLe OR NOA MINIMUM RATE
GAF LRF Adhesive M ‘LRF-M’ 23-0802.14 Continuous 0.75 to 1-inch ribbons, 12-inch o.c.
GAF GAF LRF Adhesive M Canister ‘LRF-M Canister’ None Continuous 1 to 1.5-inch ribbons, 12-inch o.c.
GAF LRF Adhesive XF ‘LRF-XF’ None Continuous 0.75 to 1-inch ribbons, 12-inch o.c.
OMG, Inc. OlyBond 500 Adhesive Fastener ‘OB500’ 24-0422.18 Continuous 0.75-inch wide ribbons, 12-inch o.c. (PaceCart, SpotShot or Canister)
Generic, ASTM D312, Type IV hot asphalt N/A N/A Full coverage at 25-30 Ibs/square

NEmoO | etc.e

7  Unless otherwise noted, all insulations are flat-stock or taper board of the minimum thickness noted. Tapered polyisocyanurate at the following thickness limitations may be substituted with the following Maximum
Design Pressure (MDP) limitations. In no case shall these values be used to ‘increase’ the MDP listings in the tables; rather if MDP listing below meets or exceeds that listed for a particular system in the tables,
then the thinner board listed below may be used as a drop-in for the equivalent thicker material listed in the table.

MDP LIMITATIONS FOR TAPERED POLYISOCYANURATE INSULATIONS
INSULATION MIN. TAPERED
ADHESIVE LISTED PRODUCT FBC FiLE ORNOA THICKNESS (IN) MDP (psf)
LRF-M EnergyGuard Polyiso Insulation or EnergyGuard Ultra Polyiso Insulation 24-1114.02 0.5 -232.5
LRF-XF EnergyGuard Polyiso Insulation or EnergyGuard Ultra Polyiso Insulation 24-1114.02 0.5 -292.5
LRF-XF EnergyGuard RA 25-0123.02 0.5 -487.5
0OB500 EnergyGuard Polyiso Insulation or EnergyGuard Ultra Polyiso Insulation 24-1114.02 0.5 -292.5
OB500 EnergyGuard RA 25-0123.02 0.5 -487.5
hot asphalt Any EnergyGuard polyisocyanurate listed with adhesive herein Various 0.5 -240.0

8 Bonded polyisocyanurate insulation boards shall be maximum 4 x 4 ft.

9  For mechanically attached components, the maximum design pressure for the selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in accordance with FBC HVHZ 1620 or
Roofing Application Standard RAS 128. Elevated pressure zones shall employ an attachment density designed by a qualified design professional to resist the elevated pressure criteria in accordance with Roofing
Application Standard RAS 117 or RAS 137. *This extrapolation is not permitted for systems marked with an asterisk*

10  For assemblies marked with an asterisk*, the maximum design pressure for the selected assembly shall meet or exceed critical design pressure determined in accordance with FBC Chapter 16. No rational analysis

is permitted for these systems.

11  For mechanically attached components over existing decks, fasteners shall be tested in the existing deck for withdrawal resistance in accordance with Testing Application Standard TAS 105. A qualified design
professional shall review the data for comparison to the minimum requirements for the system. Should the fastener resistance be less than that required, a revised fastener spacing — prepared, signed and sealed
by a qualified design professional in accordance with Roofing Application Standard RAS 117 or RAS 137 — may be submitted to the Building Official for review and acceptance.
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12 Refer to FBC HVHZ 1521 for requirements and limitations regarding recover installations. For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the existing deck
or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any surface conditions exist that bring system performance into question, field uplift testing shall be conducted on
mock-ups of the proposed new roof assembly. For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall be capable of resisting project design pressures
on its own merit to the satisfaction of the Authority Having Jurisdiction, as documented through field uplift testing in accordance with Testing Application Standard TAS 124.

12A  Reference to “Existing gravel-surfaced asphaltic built-up roof, brushed / spudded and vacuumed to
remove loose gravel” in Table 7A is intended to convey an as-tested condition whereby any loose-gravel
that does not remain embedded in the asphalt flood coat after brushing and/or spudding be removed.
The gravel that remains embedded in the asphalt flood coat remains.

13 For Structural Concrete Deck or Recover Applications using System Type C-1 the base insulation layer is optional and for System Type C-2, D-1 or D-2, the insulation is optional. Alternatively, an FBC HVHZ Approved
insulation board or coverboard may be used as a separation layer. Board products shall be preliminarily attached prior to roof cover installation (Note 17). The separator component shall be documented as meeting
FBC HVHZ 1516 and, for foam plastic, FBC Chapter 26, when installed with the roof cover in Recover applications.

14  Lightweight insulating concrete (LWIC) shall be cast in accordance with FBC Section 1917 to the satisfaction of the Authority Having Jurisdiction. For systems where specific LWIC is referenced, refer to current
LWIC FBC HVHZ Product Approval for specific deck construction and limitations. Unless otherwise noted, for systems where specific LWIC is not referenced, the minimum design mix shall be 300 psi. In all cases,
the minimum top-coat thickness is 2-inches. For LWIC over structural concrete, reference is made to FBC Section 1917.4.1, Point 1.

14A  For “pre-existent” LWIC references, listings were established through testing over lightweight concrete cast using only foaming agent (ASTM C896), water and Portland cement (ASTM C150), with no proprietary
additives, in accordance with procedures adopted by Miami-Dade BCCO (FBC CER1592). Use of these listings in new construction or re-roof (tear-off) applications is at the discretion of the Designer or Record
and Authority Having Jurisdiction.
As a field QA measure of the pre-existent cellular lightweight concrete:
» Compressive strength testing shall be conducted in accordance with ASTM €513 and shall yield an average result as per the system listing.
» Field withdrawal resistance testing in accordance with Note 11 shall yield an average result as per the system listing.
» If question exists as to wind uplift performance of the pre-existent cellular lightweight concrete, or adhesion to the LWC surface, field uplift testing in accordance with Note 12 is recommended.
All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction
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NEmoO | etc.e

MEMBRANE / ADHESIVE COMBINATIONS
ROOF COVERS
REFERENCE MEMBRANE ADHESIVE APPLICATION RATE
EverGuard #2331 Contact ) ) q .
PVC-BA EverGuard PVC or EverGuard PVC KEE Bonding Adhesive (both sides) 1.67 to 1.80 gal/square (% applied to substrate and % applied to membrane)
EverGuard #2331 Contact . ) ) )
PVC-BA-H EverGuard PVC or EverGuard PVC KEE Bonding Adhesive H (both sides) 1.67 to 2.0 gal/square (% applied to substrate and % applied to membrane)
EverGuard PVC Quick Lay Wet lay
PVC-QL E PV 1 gal
ca verGuard PVC Adhesive (substrate) e
PVC Quick Spray Contact 3.0 Ibs/square to both the substrate and to the membrane underside, and immediately rolled
PVC-QS Everguard PVC or EverGuard PVC KEE Adhesive (both sides) in. (6.0 Ibs/square total rate)
Wet lay
PVCF-HA EverGuard PVC Fleeceback or EverGuard PVC KEE Fleeceback hot asphalt (substrate) 25 Ibs/square
E WB181 Wet |
PVCF-WB EverGuard PVC Fleeceback or EverGuard PVC KEE Fleeceback ver(?uard .8 etlay 0.83 to 1.0 gal/square
Bonding Adhesive (substrate)
Wet Ia 1-inch wide ribbons spaced as noted in tables herein. Note: The adhesive ribbons are located
PVCF-LM EverGuard PVC Fleeceback or EverGuard PVC KEE Fleeceback | GAF LRF Adhesive M Y directly over the adhesive ribbons used to secure the insulation when the cover is bonded to
(substrate) X . . ) “ ”
insulation less than 1.5-inch thick or “spatter pattern” at 0.55 to 0.75 gal/square.
. “spatter pattern” at 0.3 gal/square.
AF LRF Adh M Wet |
PVCF-LMC EverGuard PVC Fleeceback or EverGuard PVC KEE Fleeceback G ) pesive etlay Notes: PVCF-LMC (spatter) is an acceptable alternate to PVCF-LM (ribbons). Limited to MDP -
Canister (substrate) .
90.0 psf over air permeable decks (wood, steel and CWF).
Wet Ia 1-inch wide ribbons spaced as noted in tables herein. Note: The adhesive ribbons are located
PVCF-LO EverGuard PVC Fleeceback or EverGuard PVC KEE Fleeceback | GAF LRF Adhesive O (substraze) directly over the adhesive ribbons used to secure the insulation when the cover is bonded to
insulation less than 1.5-inch thick.
Wet |
PVCF-XF EverGuard PVC Fleeceback or EverGuard PVC KEE Fleeceback | GAF LRF Adhesive XF (subesttr:ze) “spatter pattern” at 3.0 lbs/sq.
Wet Ia “spatter pattern” at 0.32 gal/square (to insulation, coverboard or Tectum)
PVCF-OB EverGuard PVC Fleeceback or EverGuard PVC KEE Fleeceback | OlyBond 500 Canister (substraze) “spatter pattern” at 0.83 gal/square (to asphaltic base ply membrane).
Note: PVCF-OB (spatter) is an acceptable alternate to PVCF-LO (ribbons).
SBS-CA Ruberoid 20 Smooth Matrix 102 SBS Membrane Adhesive 2.0 gal/square
SBS-CA1 Ruberoid 20 Smooth, Ruberoid Mop Smooth Zﬂda;;:\}fl Premium SBS Membrane 1.5-2.0 gal/square
One or two plies, GAFGLAS #75 Base Sheet, Tri-Ply #75 Base
BP-AA Sheet, GAFGLAS #80 Ultima Base Sheet F=Sphalt 25 lbs/square
One or two plies, Ruberoid 20 Smooth, Ruberoid Mop
BS- 2
SBS-AA Smooth or Ruberoid Mop Smooth 1.5 hot asphalt 5 lbs/square
SBS-SA LIBERTY SBS Self-Adhering Cap Sheet Self-adhering Full bond
One or two plies, Ruberoid HW 20 Smooth, Ruberoid HW 25 .
SBS-TA Smooth, Ruberoid HW Smooth Torch-applied Full bond
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MEMBRANE / ADHESIVE COMBINATIONS
VAPOR BARRIERS
REFERENCE MATERIAL APPLICATION

VB-APP-TA (smooth) Ruberoid Torch Smooth Torch-applied

VB-APP-TA (granule) Ruberoid Torch Granule Torch-applied

VB-BP1-AA One or more GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, GAFGLAS #80 Ultima Base Sheet hot asphalt at 25 Ibs/square.
VB-BP2-AA One or two plies, GAFGLAS Ply 4, GAFGLAS Ply 4 M, Tri-Ply Ply 4 Ply Sheet, GAFGLAS FlexPly 6 or GAFGLAS FlexPly 6 M hot asphalt at 25 Ibs/square.
VB-SBS-AA Ruberoid 20 Smooth, Ruberoid Mop Smooth, Ruberoid Mop Smooth 1.5, Ruberoid Mop Plus Smooth or Ruberoid Mop Granule hot asphalt at 25 Ibs/square.
VB-SBS-CA Ruberoid 20 Smooth, Ruberoid Mop Smooth, Ruberoid Mop Smooth 1.5, Ruberoid Mop Plus Smooth or Ruberoid Mop Granule al\{ltalt;xg];l)/zsj.BS Membrane Adhesive
VB-SBS-SA Liberty SBS Self-Adhering Cap Sheet Self-adhering

VB-SBS-TA Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth, Ruberoid HW 30 Smooth, Ruberoid HW Smooth, Ruberoid HW Granule or Ruberoid HW Plus Granule Torch-applied

15A  For single-ply membranes in System Type D-1 steel deck applications, the roof membrane shall be run with its length perpendicular to the steel deck flutes.

15B  For System Type C-2 (induction weld):
15B.1  Care shall be taken to ensure that the plates do not line-up with membrane seams. This condition may preclude proper induction welding of the membrane to the plates.
15B.2  For assemblies using Drill-Tec RhinoBond PVC XHD Tread Safe Plate:
v' Drill-Tec Tread Safe Tubes are installed through the center hole of the Drill-Tec RhinoBond XHD Tread Safe Plate.
v" The insulation thickness shall be not less than 2-inches.
v" When rigid cement-board or gypsum-board is present, a 5/8-inch diameter hole shall be pre-drilled through the coverboard through which the Drill-Tec Tread Safe Tube is inserted prior to fastener installation.

15C  TruGround® Conductive Primer by Detec Systems, applied at 0.4 gal/square, may be applied to the substrate prior to membrane application for System Types C-2, D-1 or D-2 with no adverse effect on wind uplift
resistance. For System Type C-2, do not contaminate the induction weld stress plate with primer.

15D  TruGround® Conductive Primer by Detec Systems, applied at 0.4 gal/square, may be applied to the substrate prior to membrane-adhesive application with the following Maximum Design Pressure (MDP) limitations.
In no case shall these values be used to ‘increase’ the MDP listings in the tables; rather if MDP listing below meets or exceeds that listed for a particular system in the tables, then the optional use of TruGround
Conductive Primer is permissible.

LIMITATIONS FOR TRUGROUND® CONDUCTIVE PRIMER
DEeck TYPE SYSTEM TYPE SUBSTRATE OPTIONS MEMBRANE/ADHESIVE OPTIONS (NOTE 15) MDP (psF)
EnergyGuard HD Polyiso Cover Board, EnergyGuard HD Plus
A-1,A-2,B-1, | Polyiso Cover Board or Ultra HD Composite Insulation
Any B-2, B-3 or C- DensDeck Prime PVC-BA, PVC-BA-H, PVC-QS, PVCF-OB or PVCF-XF -142.5
1 DEXcell FA Glass Mat Roof Board
SECUROCK Gypsum-Fiber Roof Board
EnergyGuard HD Polyiso Cover Board, EnergyGuard HD Plus

Polyiso Cover Board or Ultra HD Composite Insulation PVC-BA, PVC-BA-H, PVC-QS, PVCF-OB or PVCF-XF 3825
i PVC-BA-H, PVC-QS or PVCF-XF -285.0
Monolithic DensDeck Prime as or
(structural concrete, Al PVC-BA or PVCF-OB -382.5
lightweight concrete, PVC-BA, PVC-BA-H or PVC-QS -285.0
DEXcell FA Glass Mat Roof Board
recover) PVCF-OB or PVCF-XF -382.5
. PVCF-XF -285.0
SECUROCK Gypsum-Fiber Roof Board
PVC-BA, PVC-BA-H, PVC-QS or PVCF-OB -382.5
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ PEER-GAF-008.B.R52 for FL3443-R63 (HVHZ)
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16  Thermal Barrier and/or Vapor Barrier Options:

16A  Structural Concrete Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.

NEmoO | etc.e

STRUCTURAL CONCRETE DECK: VAPOR BARRIER FOLLOWED BY ADHERED INSULATION
OPTION VAPOR BARRIER (NOTE 15) INSULATION ADHESIVE PER MDP
PRIMER
# TypPE APPLICATION TABLE 3A (psF)
C-VB-1. Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-APP-TA (granule) Torch-applied hot asphalt -225.0
C-VB-2. Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-BP-AA1 hot asphalt applied hot asphalt -360.0
C-VB-3. Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-BP2-AA or VB-SBS-AA hot asphalt applied hot asphalt -495.0
C-VB-4. None GAF SA Vapor Retarder XL Self-adhering LRF-M, 12-inch o.c. -180.0
C-VB-5. Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-APP-TA (granule), VB-SBS-AA, VB-SBS-CA, VB-SBS-SA or VB-SBS-TA See Note 15 LRF-M, 12-inch o.c. -180.0
C-VB-6. GAF SA Primer GAF SA Vapor Retarder Self-adhering LRF-M, 12-inch o.c. -202.5
C-VB-7. Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-BP1-AA, VB-BP2-AA or VB-SBS-AA hot asphalt applied LRF-M, 12-inch o.c. -495.0
C-VB-8. Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-APP-TA (granule) Torch-applied LRF-XF, 12-inch o.c. -169.0
C-VB-9. None GAF SA Vapor Retarder XL Self-adhering LRF-XF 12-inch o.c. -180.0
C-VB-10. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-APP-TA (granule), VB-SBS-AA, VB-SBS-CA, VB-SBS-SA or VB-SBS-TA See Note 15 LRF-XF, 12-inch o.c. -180.0
C-VB-11. | GAF SA Primer GAF SA Vapor Retarder Self-adhering LRF-XF, 12-inch o.c. -202.5
C-VB-12. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-SBS-SA Self-adhering LRF-XF, 12-inch o.c. -250.0
C-VB-13. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-BP1-AA, VB-BP2-AA or VB-SBS-AA hot asphalt applied LRF-XF, 12-inch o.c. -262.5
C-VB-14. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer Ruberoid 30 hot asphalt applied LRF-XF, 12-inch o.c. -270.0
C-VB-15. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-APP-TA (smooth) Torch-applied 0OB500, 12-inch o.c. -165.0
C-VB-16. | None GAF SA Vapor Retarder XL Self-adhering 0B500, 12-inch o.c. -180.0
C-VB-17. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-SBS-AA, VB-SBS-CA, VB-SBS-SA or VB-SBS-TA See Note 15 0OB500, 12-inch o.c. -180.0
C-VB-18. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-SBS-SA Self-adhering OB500, 12-inch o.c. -187.5
C-VB-19. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer | Ruberoid 20 Smooth Matrix 102 SBS Membrane | o000 15 inch o.c. 2025
Adhesive at 1.5 gal/square
C-VB-20. | GAF SA Primer GAF SA Vapor Retarder Self-adhering 0OB500, 12-inch o.c. -202.5
C-VB-21. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-APP-TA (granule) Torch-applied 0B500, 12-inch o.c. -225.0
C-VB-22. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer Ruberoid HW Smooth Torch-applied 0OB500, 12-inch o.c. -232.5
C-VB-23. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-BP1-AA, VB-BP2-AA or VB-SBS-AA hot asphalt applied 0B500, 12-inch o.c. -352.5
16B  Decks followed by Vapor Barrier followed by Lightweight Concrete (LWC): The lesser of the MDP listings below vs. that for the selected assembly from the Lightweight Concrete tables applies:
DECK FOLLOWED BY VAPOR BARRIER FOLLOWED BY CELLULAR LIGHTWEIGHT INSULATING CONCRETE
VAPOR BARRIER LIGHTWEIGHT CONCRETE PER

OPTION # PRIMER — Fo TABLE 4 OR 4c (Nore 14 MDP (psF)
LWC-VB-1. Matrix 307 Premium Asphalt Base Ply (Optional): One or two plies Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth, Ruberoid HW Smooth Torch- Min. 200 psi Mearlcrete 825

Primer or ASTM D41 primer Cap Ply: Ruberoid HW Granule, Ruberoid HW Granule FR, Ruberoid HW Plus Granule, Ruberoid HW Plus Granule FR | applied (NOA 24-0514.06)

Matrix 307 Premium Asphalt Base Ply (Optional): One or two plies Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth, Ruberoid HW Smooth Torch- Min. 300 psi Celcore
LWC-VB-2. X k X X . K X Cellular Concrete (NOA 24- -135.0

Primer or ASTM D41 primer Cap Ply: Ruberoid HW Granule, Ruberoid HW Granule FR, Ruberoid HW Plus Granule, Ruberoid HW Plus Granule FR | applied 0906.02)
LWC-VB-3. Matrix 307 Premium Asphalt Base Ply (Optional): One or two plies Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth, Ruberoid HW Smooth Torch- Min. 300 psi Elastizell (NOA 3025

Primer or ASTM D41 primer Cap Ply: Ruberoid HW Granule, Ruberoid HW Granule FR, Ruberoid HW Plus Granule, Ruberoid HW Plus Granule FR | applied 23-0817.05)
LWC-VB-4. mf::; i?i\z;iﬂm;ﬁ s:iz:’:r't Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth, Ruberoid HW Smooth ZS;T.Z ; Eﬂe'unu'éf?vrfé pre-existent -358.0
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16C  Existing Gypsum Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.
STRUCTURAL CONCRETE DECK: VAPOR BARRIER FOLLOWED BY ADHERED INSULATION
VAPOR BARRIER INSULATION ADHESIVE PER MDP
OPTION # PRIMER P
TypPE APPLICATION TABLE 6A PSF
G-VB-1. None GAF SA Vapor Retarder XL Self-adhering 0OB500, 12-inch o.c. -45.0
16D  For System Types B-1, B-2, C-1, C-2, D-1 or D-2, 4-12 mil polyethylene (loose-laid) or GAF SA Vapor Retarder or GAF SA Vapor Retarder XL (self-adhered) may be installed atop the roof deck, or to a loose-laid thermal
barrier of DensDeck, DensDeck Prime, DensDeck StormX Prime, DEXcell Glass Mat Roof Board, DEXcell FA Glass Mat Roof Board, SECUROCK Gypusm-Fiber Roof Board, SECUROCK Ultralight Coated Glass Mat Roof
Board or SECUROCK Cement Roof Board, prior to installation of the insulation and roof cover. When adhering GAF SA Vapor Retarder to structural concrete, the substrate shall be primed with GAF SA Primer, TPO
QSA or TPO QSA LV50. When adhering GAF SA Vapor Retarder to gypsum or cement boards, the substrate shall be primed with GAF SA Primer, TPO QSA, TPO QSA LV50 or Matrix 307 Premium Asphalt Primer.
Refer to FM Loss Prevention Data Sheet 1-29 for design and installation limitations.
16E  For System Types E-1 or E-2 over wood deck, an optional temporary roof of GAF SA Vapor Retarder or GAF SA Vapor Retarder XL (self-adhered) may be installed atop the roof deck prior to installation of the base
sheet or roof cover. Consult GAF for maximum allowable exposure duration for these temporary roof components.
16F  Fire barrier of GAF VersaShield Solo™ Fire-Resistant Slip Sheet is optional in all assemblies when overlying components are mechanically fastened.
17  Insulation Attachment:
17A  Unless otherwise noted, insulation may be any one layer or combination of FBC Approved (Local or Statewide) board(s) that meet FBC HVHZ 1516 and, for foam plastic, FBC Chapter 26, when installed with the
roof cover.
17B  For System Types B-1, C-1 or C-2, optional one or more layer(s) of FBC HVHZ Approved board-stock roof insulation may be installed atop the substrate prior to mechanical attachment of the subsequent top layer,
with no adverse effect on the MDP performance limitation.
17C  Preliminary insulation attachment: Unless otherwise noted, use FBC HVHZ Approved roofing fasteners and plates minimum four fasteners per 4 x 8 ft board or minimum two fasteners per 4 x 4 ft board.
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ PEER-GAF-008.B.R52 for FL3443-R63 (HVHZ)
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17D  Unless otherwise noted, insulation or coverboard attachment patterns for Type B-1, Type B-2, Type C-1 and C-2 systems are as outlined below.
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INSULATION ATTACHMENT PATTERNS — 4X4 FT BOARDS
-12-in.- 24-in. - 6-in. -~ 18-in. - 6-in. 6-in. [+ -~ 18-in. - 6-in.
i ] I i
12-in i 6-in
1 18-in.
. | 24-in,
24-in |
18-in. L
! 6-in
12-in 6-in. i
' i 6-in
1 per 4.0 ft2 (4 per board) 1 per 3.2 ft2 (5 per board) 1 per 2.7 ft2 (6 per board)
6-in. - --18-in. - 6-in. 6-in.~—-18-in. - 6-in. 6-in.~—~18-in. - 6-in.
I ] T T i i T T T i
6-in. i 12-in. b
| . i 12-in.
12-in. 18-in. |
’ | 24-in. 12-in.
12-in. |
! 18-in. I
6-in. i 12-in.
: ! 12-in :
. . 6-in. | 6-in.
=12-in.~ 6-in.- i i
1 per 2.0 ft2 (8 per board) 1 per 1.8 ft2 (9 per board) 1 per 1.6 ft2 (10 per board)
6-in.=—+~-18-in. - 6-in. 6-in. = - 18-in. - 6-in. 6-in. - 12-in.- 6-in.
! | i
24-in. 12-in. 12-in. 12-in.
! 124in 12:|n. 12:in.
i | |
12-in. -
12-in ‘ 12I|n.
¢ 6-in. 6-in.
6-in. I T T T
i - 18-in. == - 6-in. =12-in.~ = 6-in.
1 per 1.45 ft2 (11 per board) 1 per 1.3 ft2 (12 per board) 1 per 1.0 ft2 (16 per board)
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INSULATION ATTACHMENT PATTERNS — 4X8 FT BOARDS
6-in.~ - 412-in.- 12-in+- - 12-in.- f=6-in. - -|6—in. - - B-in.
12-in. | 12:in. 12%in. 12:in lz}in. l R | 1z:in.
| [ O I ‘ 18-in. !
124in. |
24-in, + | 24-in. 240in. : 18-in
36-in. 12-in. | } ‘ ’
: | : + ‘ t 24-in. 18in
| 24-in. 240N, 24-in. 24-in. > f +
1 ) 18-in
. | i ‘ 24-in.
36rin. 1Z:in. 24-in. 24-in. ——1 !
24-in. C) ! 1 ) 18-in.
121in. ; S ‘ 18;in. ; |
1 i :. 12-in. 12]m. : ‘ B-En. 12:|n.
12-in. 12-in. 12-in. I | ' -I T i
! ' 1 —24-in.— -—24-in. - 248-in. -
1 per 5.3 ft2 (6 per board) 1 per 4.0 ft2 (8 per board) 1 per 3.2 ft2 (10 per board) 1 per 2.7 ft2 (12 per board) 1 per 2.3 ft2 (14 per board) 1 per 2.1 ft2 (15 per board)
6-in. = -~ 18-in. - = =16-in. 6-in.{~—~18-in.—~—+6-in. 6-in+~—12-in.|12-in.- 6-in— 6-in.~-12-in.-
1] . ] ! 1 L :
| | | - -i | ] : I | f i ) | 6-in.
12-in. | 5t N | &n. [ : e & 12:in, &n. T
! | 18-in. 3 s 5| ' 12-in 12-in.
| -in. 18-in. ¥ S t : |
18-in in | 18J|n. 124n I 3
24-in. t ——t 124in. | — 12-in. 12-in.
) . | o 12-in I !
18:in. 18:in. 18-in. . ; 5 et 12-in. 12-in.
t — 18:in. J 12-in f i
24-in. 12-in. 12-in. 12n G 1 12-in. 12-in.
j —t | 12-in. | ——t
) ) 18-in. ! 12-in 12-in.
18-in. 18-in. | 13Ln_ 12-in. f f
-in. | 7 C ‘ 12-in. 12-in.
24-in lZIin. { e Im Y|n
| 18-in. 18-in. @) 18-in. ‘ | ! 12-in. 12-in.
12:in ain. ; T ein. 18-in. | 12in | 6in. " ein.
. i ' B 6-in. | ' :
<12-in.-—24-in. - - 24-in. - 7 -12-in.-—24-in.— -~ 24-in. - =12-in.-—6-in.
1 per 2.0 ft2 (16 per board) 1 per 1.8 ft2 (18 per board) 1 per 1.6 ft2 (20 per board) 1 per 1.45 ft2 (22 per board) 1 per 1.3 ft2 (24 per board) 1 per 1.0 ft2 (32 per board)
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ PEER-GAF-008.B.R52 for FL3443-R63 (HVHZ)
Certificate of Authorization #32455 GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411 Revision 52: 08/17/2026

TOP OF PAGE Appendix 1, Page 10 of 168



18 The following products are interchangeable within the scope of this PEER:

®
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ACCEPTABLE ALTERNATES
SuB-CATEGORY MANUFACTURER FBC FiLE OR NOA LisTED PRODUCT HEREIN ALTERNATE
EnergyGuard Polyiso Insulation EnergyGuard NH Polyiso Insulation
EnergyGuard Ultra Polyiso Insulation EnergyGuard NH Ultra Polyiso Insulation
ROOFING GAF 24-1114.02 EnergyGuard HD Barrier Polyiso Cover Board, EnergyGuard NH HD Polyiso Cover Board, EnergyGuard
INSULATION EnergyGuard HD Polyiso Cover Board NH HD Barrier Polyiso Cover Board, EnergyGuard HD Plus Polyiso Cover Board or EnergyGuard NH HD
Plus Polyiso Cover Board
Georgia-Pacific Gypsum, LLC 22-1223.04 DensDeck Prime DensDeck StormX Prime Roof Board
VAPOR BARRIER GAF N/A GAF SA Vapor Retarder XL GAF SA Vapor Retarder XL40

19  “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads. Refer to FBC (HVHZ) 1620 and Roofing Application Standard RAS 128 for determination of design

wind loads. (Notes 9 and 10)
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TABLE 1A: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck . e e Roof Cover MDP
No. (Note 1) asten ttac ac (Note 15) (psf)
HE Type (Note 11) (Note 17) Type (Notes 6,7,8)
EVERGUARD PVC OR EVERGUARD PVC KEE APPLICATIONS:
. . . Note 2 (#14 ; ) PVC-BA,
W-1 Min. 19/32-inch plywood or 1-inch wood Min 2-inch EnerevGuard Polviso Insulation Fastener 1 per Min. 0.25-inch SECUROCK LRF-M, LRF- PVC-BA-H, 525
’ plank; 2 ft span; 8d ring shank nails 6” o.c. gy Y 2.0ft? | Gypsum-Fiber Roof Board XF or OB500 PVC-QL or ’
only)
PVC-QS
W-2 Min. 19/32-inch plywood or 1-inch wood Min 2-inch EnergyGuard Polyiso Insulation or EnergyGuard | Note 2 (#14 1 per Min. 0.5-inch DensDeck I)-(EFc;'er’)!B-E(E;) Exg(Blﬁlor 525
L. . . . . ” . . 2 . '’ = =L,
plank; 2 ft span; 8d ring shank nails 6” o.c. Ultra Polyiso Insulation only) 2.0 ft Prime 6-inch o.c. PVC2-05
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN SPATTER APPLICATIONS:
. . . Note 2 (#14 . .
W-3 Min. 19/32-inch plywood or 1-inch wood Min 2-inch EnerevGuard Polviso Insulation Fastener 1 per Min. 0.25-inch SECUROCK LRF-M, LRF- PVCF-XF or 525
’ plank; 2 ft span; 8d ring shank nails 6” o.c. gy Y only) 2.0 ft? Gypsum-Fiber Roof Board XF or OB500 PVCF-OB ’
. . . Lo ) . . . LRF-M, LRF-
Min. 19/32-inch plywood or 1-inch wood Min 2-inch EnergyGuard Polyiso Insulation or EnergyGuard | Note 2 (#14 1 per Min. 0.5-inch DensDeck PVCF-XF or
W-4 . - . - ) XF or OB500, -52.5
plank; 2 ft span; 8d ring shank nails 6” o.c. Ultra Polyiso Insulation only) 2.0 ft? Prime 6-inch o.c PVCF-OB

TABLE 18: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

X Top Insulation Layer Roof Cover (Note 15)
System Deck (Note 1 Base Insulation Layer S MDP
No. (Note 13, Note 17) Type R Attach Base Ply Cap Ply (psf)
(Note 11) (Note 17)
BAREBACK APPLICATIONS:
Drill-Tec #14 Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
£, £ < < < -
28 T8 T8 ‘ & T & T
Min. 15/32-inch plywood; 2 ft Min. 0.5-inch EnergyGuard HD Polyiso Ny ‘ ‘ ‘ @ Q) 1 per PVC-BA or PVC-
W-5 N ] N -45.0*
span; 8d ring shank nails, 6” o.c. one Cover Board L 2.7 ft2 one BA-H
3
.5
3
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ PEER-GAF-008.B.R52 for FL3443-R63 (HVHZ)
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NEmoO | etc.e
TABLE 18: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

X Top Insulation Layer Roof Cover (Note 15)
System Deck (Note 1 Base Insulation Layer B e MDP
No. {Note1) Note 13, Note 17 Type astener tac Base Pl Cap PI (psf)
: : P (Note 11) (Note 17) Y L
Min. 1.5-inch EnergyGuard Polyiso
Min. 19/32-inch plywood or 1- (Optional) One or Insulation, EnergyGuard Ultra Polyiso 1 per PVC-BA or PVC-
W-6. inch wood plank; 2 ft span; 8d more layers, any Insulation, EnergyGuard Polyiso-HD Note 2 P None -52.5
) S n - . . 1.8 ft? BA-H
ring shank nails, 6” o.c. combination Composite Insulation or Ultra HD
Composite Insulation
Min. 19/32-inch plywood or 1- (Optional) One or
) ) ) ) 1 PVC-BA or PVC-
W-7. inch wood plank; 2 ft span; 8d more layers, any Min. 0.25-inch DensDeck Prime Note 2 per None C-BAorPVC -52.5
. . ” S 1.8 ft? BA-H
ring shank nails, 6” o.c. combination
W-8 Min. 15/32-inch plywood; 2 ft None Min. 0.5-inch EnergyGuard HD Polyiso Drill-Tec #14 Fastener with Drill-Tec 3 in. 1 per None PVC-BA-H or PVC- 525
span; 8d ring shank nails, 6” o.c. Cover Board Ribbed Galvalume Plate (Flat) 1.8 ft? Qs '
Min. 19/32-inch plywood or 1- (Optional) One or Min. 0.25-inch SECUROCK Gypsum- 1 per PVC-BA or PVC-
W-9. inch wood plank; 2 ft span; 8d more layers, any . Note 2 None -60.0
) I L Fiber Roof Board 1.8 ft? BA-H
ring shank nails, 6” o.c. combination
Min. 1.5-inch EnergyGuard Polyiso
Mln. 19/32-inch plywood or 1- (Optional) One or Insulat!on, EnergyGuard UItra- Polyiso 1 per PVC-BA or PVC-
W-10. inch wood plank; 2 ft span; 8d more layers, any Insulation, EnergyGuard Polyiso-HD Note 2 None -60.0
A S, L ; . 1.6 ft? BA-H
ring shank nails, 6” o.c. combination Composite Insulation or Ultra HD
Composite Insulation
Drill-Tec #14 Fastener, Drill-Tec #14 DF Fastener or
Drill-Tec #14 HD Fastener with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat), Drill-Tec 3” Flat Steel Plate,
Drill-Tec 3” Standard Steel Plate or Drill-Tec 3” DF
Steel Insulation Plate
Min. 0.25-inch DensDeck Prime or ; T ; T ; S5 g g
Mln- 15/32-inch plywood or 1- (Optional) One or more SECUROCK Gypsum-Fiber Roof Board or 3 1 per PVC-BA, PVC-BA-
W-11. inch wood plank; 2 ft span; 8d layers, any Min. 0.5-inch EnergyGuard HD Polyiso 5 = | 145802 None H or PVC-QS -67.5
ring shank nails, 6” o.c. combination Cover Board or EnergyGuard HD Plus [ 2 : orFve-
Polyiso Cover Board B i
glB LB BB B2
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN SPATTER APPLICATIONS:
Min. 1.5-inch EnergyGuard Polyiso
Mln. 19/32-inch plywood or 1- (Optional) One or Insulat!on, EnergyGuard UItra'l Polyiso 1 per PVCE-XE or PVCE-
W-12. inch wood plank; 2 ft span; 8d more layers, any Insulation, EnergyGuard Polyiso-HD Note 2 ) None -52.5
A S - ; - 1.8 ft oB
ring shank nails, 6” o.c. combination Composite Insulation or Ultra HD
Composite Insulation
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ PEER-GAF-008.B.R52 for FL3443-R63 (HVHZ)
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TOP OF PAGE Appendix 1, Page 13 of 168



NEmoO | etc.e
TABLE 18: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

X Top Insulation Layer Roof Cover (Note 15)
System Deck (Notell Base Insulation Layer = s mbP
No. {Note 1) Note 13, Note 17 CRLLL tac sf
( ) Type Note 11 ote 17 Base Ply Cap Ply (psf)
Min. 19/32-inch plywood or 1- (Optional) One or
W-13. inch wood plank; 2 ft span; 8d more layers, any Min. 0.25-inch DensDeck Prime Note 2 115(::2 None g\éCF XFor PVCF -52.5
ring shank nails, 6” o.c. combination :
Min. 19/32-inch plywood or 1- (Optional) One or Min. 0.25-inch SECUROCK Gypsum- 1 per PVCF-XF or PVCF-
W-14. inch wood plank; 2 ft span; 8d more layers, any A Note 2 None -60.0
) S L Fiber Roof Board 1.8 ft? oB
ring shank nails, 6” o.c. combination
Min. 1.5-inch EnergyGuard Polyiso
Mln. 19/32-inch plywood or 1- (Optional) One or Insulat!on, EnergyGuard UItra.u Polyiso 1 per PVCEXF or PVCE-
W-15. inch wood plank; 2 ft span; 8d more layers, any Insulation, EnergyGuard Polyiso-HD Note 2 5 None -60.0
. R ” - . . 1.6 ft oB
ring shank nails, 6” o.c. combination Composite Insulation or Ultra HD
Composite Insulation
PVCF-HA, PVCF-
Min. 19/32-inch plywood or 1- (Optional) One or ) . SBS-AA, LM (12-inch o.c.),
W-16. inch wood plank; 2 ft span; 8d more layers, any E?LZ'riii;lgzgrsdECUROCK Gypsum- Note 2 112‘;):2 SBS-SA or PVCF-LO (12-inch -60.0
ring shank nails, 6” o.c. combination ’ SBS-TA o.c.), PVCF-XF or
PVCF-OB

TABLE 1c: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

i Attachment MDP
System Deck Insulation Layer : Roof Cover (Note 158
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) I Density (psf)
EVERGUARD PVC OR EVERGUARD PVC KEE:
12 parts per 4x8 ft board
16 x 24-inch grid
S \ - N
Drill-Tec #14 Fastener, Drill-Tec #14 DF [ N l\ N ‘ @/\ F IR T
. . - . Fastener, Drill-Tec #14 HD Fastener, Drill- - —
2’5"'7321?4 35('223\,(2::;:25:10; A Tec #15 DF Fastener, Drill-Tec #15 EHD . . . .
W-17 rated. CDX plywood or 1-ingch wood (Optional) One or more Fastener or Drill-Tec XHD Fastener with EverGuard PVC or EverGuard 45.0
: Iank,~ 2% sp Zn' 48 x 2-inch wood layers, any combination Drill-Tec RhinoBond PVC XHD Plate, Drill- I PVC KEE induction welded. :
= Ll
s’.)crew,s ot opc ! Tec PVC IW Plate or Drill-Tec #14 Fastener . < = .
! - or Drill-Tec XHD Fastener with Drill-Tec
RhinoBond PVC XHD Tread Safe Plate . . . .
—
©
9 |
= #
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ PEER-GAF-008.B.R52 for FL3443-R63 (HVHZ)
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TABLE 1c: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

NEmoO | etc.e

System Deck Insulation Layer Attachment Roof Cover (Note 158 MDP
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
16 parts per 4x8 ft board
12 x 24-inch grid
Drill-Tec #14 Fastener, Drill-Tec #14 DF Orp > > = = ) R AT —A T
. . L . Fastener, Drill-Tec #14 HD Fastener, Drill- T'\g_’r = ’TH\g I\QTHT =7
Min. 15/32-inch (existing) or min. Tec #15 DF Fastener, Drill-Tec #15 EHD X
19/32-inch (new or existing) APA Optional) O Fast Drill-Tec XHD Fast ith o EverGuard PVC or EverGuard
W-18. rated, CDX plywood or 1-inch wood (Optional) One or more astener or Drill-Tec astener with 2 R . R . . R . . verGuar or EverGuar 45.0
plank; 2 ft span; #8 x 2-inch wood layers, any combination Drill-Tec RhinoBond PYC XHD Plate, Drill- PVC KEE induction welded.
cCrews. 6" o, Tec PVC IW Plate or Drill-Tec #14 Fastener @
! or Drill-Tec XHD Fastener with Drill-Tec
RhinoBond PVC XHD Tread Safe Plate . . ° . - . . .
S
10 parts per 4x8 ft board
o Jo . . . .
Drill-Tec #14 Fastener, Drill-Tec #14 DF i 1 1 1 ™1
Fastener, Drill-Tec #14 HD Fastener, Drill- N
Min. 19/32-inch APA rated, CDX Tec #15 DF Fastener, Drill-Tec #15 EHD o o o o o
W-19 plywood or 1-inch wood plank; 2 ft One or more layers, any Fastener or Drill-Tec XHD Fastener with EverGuard PVC or EverGuard 45.0
span; 2%"” x 0.10” ring shank nails, 6” combination, min. 1-inch Drill-Tec RhinoBond PVC XHD Plate, Drill- ® H PVC KEE induction welded. :
o.c. Tec PVC IW Plate or Drill-Tec #14 Fastener
or Drill-Tec XHD Fastener with Drill-Tec ° ° ° ° °
RhinoBond PVC XHD Tread Safe Plate 1
| |
14 parts per 4x8 ft board
— — — — — —
Drill-Tec #14 Fastener, Drill-Tec #14 DF ILQ%%QTQTQT%TQT?%
Fastener, Drill-Tec #14 HD Fastener, Drill-
Min. 19/32-inch APA rated, CDX Tec #15 DF Fastener, Drill-Tec #15 EHD
W-20 plywood or 1-inch wood plank; 2 ft (Optional) One or more Fastener or Drill-Tec XHD Fastener with . . . . . . . EverGuard PVC or EverGuard 525
span; #8 x 2-inch wood screws, 6” layers, any combination Drill-Tec RhinoBond PVC XHD Plate, Drill- PVC KEE induction welded. :
o.c. Tec PVC IW Plate or Drill-Tec #14 Fastener
or Drill-Tec XHD Fastener with Drill-Tec
RhinoBond PVC XHD Tread Safe Plate £ s e e e
Drill-Tec #15 DF Fastener, Drill-Tec #15
Min. 15/32-inch APA rated plywood EHD Fastener or Drill-Tec XHD Fastener
or 1-inch wood plank; 2 ft span; 8d (Optional) One or more with Drill-Tec RhinoBond PVC XHD Plate, . . EverGuard PVC induction
W-21 ring shank nails 6-inch o.c. at edges layers, any combination Drill-Tec PVC IW Plate or Drill-Tec XHD 24 x 32-inch grid (6 parts per 4x8 ft board) welded. -60.0
and intermediate supports Fastener with Drill-Tec RhinoBond PVC
XHD Tread Safe Plate

PEER-GAF-008.B.R52 for FL3443-R63 (HVHZ)
Revision 52: 08/17/2026
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NEmoO | etc.e
TABLE 1c: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

System Deck Insulation Layer Attachment MDP
o ¥ - Roof Cover (Note 15B)
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
Drill-Tec #14 Fastener, Drill-Tec #14 DF
Code compliant sheathing over Fastener or Drill-Tec #14 HD Fastener with 9 x 24-inch o.c
W-22 nominal NZ 2 wood trusfes- 2ft (Optional) One or more Drill-Tec RhinoBond PVC XHD Plate, Drill- (min. 1-inch embedment int. ;NOOd structural EverGuard PVC or EverGuard 900
S el : ; layers, any combination Tec PVC IW Plate or Drill-Tec #14 Fastener : A )° L PVC KEE induction welded. :
a with Drill-Tec RhinoBond PVC XHD Tread "
Safe Plate
Drill-Tec #14 Fastener, Drill-Tec #14 DF
Fastener or Drill-Tec #14 HD Fastener with .
i i 9 x 24-inch o.c.
W-23 sgiﬁ::lnl\]lzlIzn\fvzr:)zatt:]lZZfe(:Y;rﬁ One or more layers, any Drill-Tec RhinoBond PVC XHD Plate, Drill- (min. 1-inch embedment into wood structural EverGuard PVC or EverGuard -105.0
: span ’ ! combination, min. 1-inch Tec PVC IW Plate or Drill-Tec #14 Fastener : bers) PVC KEE induction welded. !
P with Drill-Tec RhinoBond PVC XHD Tread membe
Safe Plate

TABLE 1p: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Insulation (Note 13, Note 17) Roof Cover MDP
Sy':l:)em Deck (Note 1) Separator Sheet (Optional) (osf)
. Type Attach Membrane I Fastener (Note 11) Attachment S
EVERGUARD PVC OR EVERGUARD PVC KEE:
Min. 19/32-inch APA rated CDX One or more EverGuard Polymat EverGuard ED:IIJI-E;)‘::; F;T_itﬁ_r_:_it giglgsc #15 9-inch o.c. within 6-inch wide
W-24 plywood or 1-inch wood plank; 2 | layers, any Prelim. Separation Layer (3 oz/yd2) PVC or Fastener DriIII-Tec #14 DF Fastener or laps spaced 54-inch o.c. and -45.0
ft span, 8d ring shank nails, 6” combination, min. attach or Cushioning Layer (6 EverGuard Drill-Tec '#14 Fastener with Drill-Tec 2- sealed with a 1.5-inch heat '
.C. 1.0-inch 2 PVC KEE Id.
0-Co O-inc 0z/yd2) ¢ in. Double Barbed XHD Plate weld
Drill-Tec XHD F Drill-Tec #1
Min. 19/32-inch APA rated CDX One or more EverGuard Polymat EverGuard EI:ID F:;:tener ;T'itl‘le-q'irc’ #;5 lec > 6-inch o.c. within 6-inch wide
W-25 plywood or 1-inch wood plank; 2 | layers, any Prelim. Separation Layer (3 oz/yd2) PVC or Fastener DriII’-Tec #14 DF Fastener or laps spaced 114-inch o.c. and 525
ft span, 8d ring shank nails, 6” combination, min. attach or Cushioning Layer (6 EverGuard Drill-Tec '#14 Fastener with Drill-Tec 2- sealed with a 1.5-inch heat ’
0-C 1.0-ingl 0z/yd2) PVCKEE in. Double Barbed XHD Plate weld.

TABLE 1e: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) Base Fasteners (Note 11) Attach Base Ply Cap Ply (psf)
Min. 19/32-inch plywood or 1- | GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, GAFGLAS 32 ga., 1-5/8-inch dia. tin 4-inch o.c. at min. 2-inch laps and SBS-AA or PVCE-HA or
W-26. inch wood plank; 2 ft span; 8d #80 Ultima Base Sheet, GAFGLAS Stratavent Nailable Venting caps with 11 ga. annular 4-inch o.c. at four (4), equally -97.5
. . ” X . X SBS-TA PVCF-XF
ring shank nails, 3” o.c. Base Sheet, Ruberoid 20 Smooth ring shank nails spaced, staggered center rows
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ PEER-GAF-008.B.R52 for FL3443-R63 (HVHZ)
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15) —
No. (Note 1) Type Type (psf)*
(Notes 6,7,8) (Notes 6,7,8)
BAREBACK MEMBRANE APPLICATIONS:
Min. 22 ga., Type B, Grade 33 Min. 1.5-inch EnergyGuard Polyiso . . . LRF-M, LRF-XF
s-1. steel; 6 ft span, #12-24 HWH Insulation or EnergyGuard Ultra LRF-M, LRF-XF | Min. 0.5-inch EnergyGuard HD Polyiso | | acng ¢ | pyc-ga, Pvc-QL or PVC-QL 75.0
1 . . or OB500 Cover Board X
screws at 6” o.c. Polyiso Insulation inch o.c.
Min. 22 ga., Type B, Grade 33 Min. 1.5-inch EnergyGuard Polyiso . -
52, steel; 6 ft span, #12-24 HWH Insulation or EnergyGuard Ultra LRF-M, LRF-XF | (Optional) Additional layer(s) base LRF-M, LRE-XF | oyc_BA, PVC-BA-H or PVC-QS 825
" . . or OB500 insulation or OB500
screws at 6” o.c. Polyiso Insulation
s 2{"';;".2: fgtas ;\:pg 132' gzaHd\i/‘T’_l?’ I“:;:'Ialt'ii'r']”g:’EEn"eerrg‘gu“;:jduplct’r':'so LRF-M, LRF-XF | Min. 0.25-inch DensDeck Prime or LRF-M, LRF-XF | PVC-BA, PVC-BA-H, PVC-QL or PVC- 825
: ;5T span, ; nerey or OB500 SECUROCK Gypsum-Fiber Roof Board | or OB500 Qs :
screws at 6” o.c. Polyiso Insulation
Min. 22 ga., Type B, Grade 40 Min. 1.5-inch EnergyGuard Polyiso LRF-M or
S-4. steel; 6 ft span, 5/8” puddle Insulation or EnergyGuard Ultra OB500, 6-inch None N/A PVC-QL or PVC-QS -90.0
welds, 6” o.c. Polyiso Insulation o.c.
Min. 22 ga., Type B, Grade 40 Min. 1.5-inch EnergyGuard Polyiso LRF-M, LRF-XF . . LRF-M, LRF-XF
s-5. steel; 6 ft span, #12-24 HWH Insulation or EnergyGuard Ultra or OB500, 6- I(Ss’ztlz’t:‘;? Additional layer(s) base or OB500,6- | PVC-BA, PVC-BA-H or PVC-QS 1125
screws at 6” o.c. Polyiso Insulation inch o.c. inch o.c.
Min. 22 ga., Type B, Grade 40 Min. 1.5-inch EnergyGuard Polyiso LRF-M or
S-6. steel; 6 ft span, 5/8” puddle Insulation or EnergyGuard Ultra OB500, 6-inch None N/A PVC-BA or PVC-BA-H -120.0*
welds, 6” o.c. Polyiso Insulation o.c.
Min. 22 ga., Type B, 59 ksi yield Min. 1..5—|nch EnergyGuard Polyiso LRF-M, LRF-XF Min. 0.25-inch DensDeck Prime or LRF-M, LRF-XF PVC-BA, PVC-BA-H, PVC-QL or PVC-
S-7. strength steel; 6 ft span, #12-24 Insulation or EnergyGuard Ultra or OB500, 6- X or OB500, 6- -150.0
” . . X SECUROCK Gypsum-Fiber Roof Board X Qs
HWH screws at 6” o.c. Polyiso Insulation inch o.c. inch o.c.
Min. 22 ga., Type B, 59 ksi yield Min. 1.5-inch EnergyGuard Polyiso LRF-M, LRF-XF . . LRF-M, LRF-XF
Min. 0.25-inch DEXcell FA GI Mat
5-8. strength steel; 6 ft span, #12-24 | Insulation or EnergyGuard Ultra or OBS00, 6- " inch bEAce assMa or OBS00,6- | PVC-BA, PVC-BA-H or PVC-QS -150.0
1 ; . X Roof Board X
HWH screws at 6” o.c. Polyiso Insulation inch o.c. inch o.c.
Min. 22 ga., Type B, 59 ksi yield Min. 1.5-inch EnergyGuard Polyiso LRF-M, LRF-XF . . . LRF-M, LRF-XF
Min. 0.5-inch E HD Pol
S-9. strength steel; 6 ft span, #12-24 Insulation or EnergyGuard Ultra or OB500, 6- in. 0.5-inch EnergyGuard olylso or OB500, 4- PVC-BA, PVC-QL or PVC-QL -150.0
” . Y X Cover Board X
HWH screws at 6” o.c. Polyiso Insulation inch o.c. inch o.c.
FLEECEBACK MEMBRANE APPLICATIONS:
Min. 22 ga., Type B, Grade 33 Min. 1.5-inch EnergyGuard Polyiso . . . LRF-M, LRF-XF | PVCF-LM (4-inch o.c.), PVCF-LMC,
LRF-M, LRF-XF Min. 0.5-inch E Guard HD Pol
s-10. steel; 6 ft span, #12-24 HWH Insulation or EnergyGuard Ultra o OO0 cOICer BO;nrfj nergylauar OWI0 | 0B500, 6- | PVCF-LO (4-inch o.c.), PVCF-XF, 75.0
screws at 6” o.c. Polyiso Insulation inch o.c. PVCF-OB or PVCF-WB
in. 22 ga. B in. 1.5-i i . .
o1 M. 22 2. 1Ype 1i-§;a:§v?43 . r']"(f:‘EEn“eerrgfu”;‘rLdJ&’g'” LRF-M, LRF-XF | (Optional) Additional layer(s) base LRF-M, LRF-XF | PVCF-LM (spatter), PVCF-LMC 825
: ) O Tt span, ; A or OB500 insulation or OB500 (spatter), PVCF-XF or PVCF-OB :
screws at 6” o.c. Polyiso Insulation
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NEmoO | etc.e
TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15) =
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
Min. 22 ga., Type B, Grade 33 Min. 1..5—|nch EnergyGuard Polyiso LRF-M, LRF-XF Min. 0.25-inch DensDeck Prime, LRE-M, LRE-XE | PVCE-LM (spatter), (PVCF-LMC
S-12. steel; 6 ft span, #12-24 HWH Insulation or EnergyGuard Ultra or OB500 DEXcell FA Glass Mat Roof Board or or OB500 (spatter), PVCE-XF or PVCF-OB -82.5
screws at 6” o.c. Polyiso Insulation SECUROCK Gypsum-Fiber Roof Board P !
Min. 22 ga., Type B, Grade 40 Min. 1.5-inch EnergyGuard Polyiso LRF-M, LRF-XF . . LRF-M, LRF-XF
S-13. steel; 6 ft span, #12-24 HWH Insulation or EnergyGuard Ultra or OB500, 6- i(r?s‘l),ltll:;‘otri‘jr:) Adggon=TVQgLs) base or OB500, 6- PVCF-XF -112.5
screws at 6” o.c. Polyiso Insulation inch o.c. inch o.c.
Min. 22 ga., Type B, Grade 40 Min. 1.5-inch EnergyGuard Polyiso LRF-M or
S-14. steel; 6 ft span, 5/8” puddle Insulation or EnergyGuard Ultra OB500, 6-inch None N/A PVCF-WB -120.0*
welds, 6” o.c. Polyiso Insulation o.c.
Min. 22 ga., Type B, Grade 40 Min. 1.5-inch EnergyGuard Polyiso LRF-M or
S-15. steel; 6 ft span, 5/8” puddle Insulation or EnergyGuard Ultra OB500, 6-inch | None N/A PVCF-OB -120.0*
welds, 6” o.c. Polyiso Insulation o.c.
Min. 22 ga., Type B, 59 ksi yield Min. 1..5-|nch EnergyGuard Polyiso LRF-M, LRF-XF | Min. 0.25-inch DensDeck Prime, LRF-M, LRF-XF PVCF-LM (spatter), PVCF-LMC
S-16. strength steel; 6 ft span, #12-24 Insulation or EnergyGuard Ultra or OB500, 6- DEXcell FA Glass Mat Roof Board or or OB500, 6- (spatter), PVCF-XF or PVCF-OB -150.0
HWH screws at 6” o.c. Polyiso Insulation inch o.c. SECUROCK Gypsum-Fiber Roof Board inch o.c. P !
Min. 22 ga., T B, ksi yiel Min. 1.5-inch E Polyi LRF-M, LRF-XF LRF-M, LRF-XF
in. 22 ga., Type B, 59 ksi yield in. 1.5-inch EnergyGuard Polyiso ' Min. 0.5-inch EnergyGuard HD Polyiso ' PVCF-LM (4-inch o.c.), PVCF-LO (4-
S-17. strength steel; 6 ft span, #12-24 Insulation or EnergyGuard Ultra or OB500, 6- or OB500, 4- . -150.0
” . . X Cover Board X inch o.c.), PVCF-XF or PVCF-OB
HWH screws at 6” o.c. Polyiso Insulation inch o.c. inch o.c.

TABLE 2B: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-2: BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

System Deck X Base Insulation Layer Top Insulation Layer MDP
Vapor Barrier Roof Cover (Note 15)
No. (Note 1) Type Attach (Notes 6,7,8) Type | Attach (Notes 6,7,8) (psf)
BAREBACK MEMBRANE APPLICATIONS:
3'\,/31;'22':2” Type B, One or more layer(s), min. LRF-M, LRF-XF or
iyi . . .
1.5-inch E | B. 12-inch
5-18. | strengthsteel;6ft | oo o vapor >-inch EnergyGuard Polyiso | OB500, 12-inc None N/A PVC-BA, PVC-BA-H or PVC-QS 975
Retarder XL Insulation or EnergyGuard o.c. (atop every-
span, #12-24 HWH . .
W Ultra Polyiso Insulation other deck flange)
screws, 6” o.c.
i Min. 0.25-inch DensDeck Pri
?'Z/gr;sfjleglzl et OncXQpere |2 (s Iy LRF-M, LRF-XF or DEI;ceII FAIgclass T\;:t ;(c:)of gcr::;'d or
519, | strength steel; 6t | CAFSAVapor | 1.5-inch EnergyGuard Polyiso | OBS00, 12-inch SECUROCK Gypsum-Fiber Roof Board | LR-M/ LREXFOr 1 by ga pvc-BA-H or PVC-QS 97,5
Retarder XL Insulation or EnergyGuard o.c. (atop every- R . OB500
span, #12-24 HWH . . or min. 0.5-inch EnergyGuard HD
" Ultra Polyiso Insulation other deck flange) R
screws, 6” o0.c. Polyiso Cover Board
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ PEER-GAF-008.B.R52 for FL3443-R63 (HVHZ)
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TABLE 2B: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE A-2: BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

System Deck X Base Insulation Layer Top Insulation Layer MDP
Vapor Barrier Roof Cover (Note 15)
No. (Note 1) Type Attach (Notes 6,7,8) Type Attach (Notes 6,7,8) (psf)
Min. 22 ga., Type B, One or more layer(s), min. LRF-M, LRF-XF or
Grade 40 steel; 6 ft GAF SA Vapor 1.5-inch EnergyGuard Polyiso | OB500, 6-inch o.c.
5-20. span, #12-24 HWH Retarder XL Insulation or EnergyGuard (atop every deck None iy PVC-BA, PVC-BA-H or PVC-QS -112.5
screws, 6” o.c. Ultra Polyiso Insulation flange)
Min. 22 ga., Type B, One or more layer(s), min. LRF-M, LRF-XF or
51 Grade 50 steel; 6 ft GAF SA Vapor 1.5-inch EnergyGuard Polyiso | OB500, 6-inch o.c. Min. 0.5-inch EnergyGuard HD Polyiso | LRF-M, LRF-XF or PVC-BA, PVC-BA-H, PVC-QL or 112.5
: span, #12-24 HWH Retarder XL Insulation or EnergyGuard (atop every deck Cover Board OB500, 6-inch o.c. | PVC-QS ’
screws, 6” o.c. Ultra Polyiso Insulation flange)
Min. 22 ga., Type B, One or more layer(s), min. LRF-M, LRF-XF or
Grade 50 steel; 6 ft GAF SA Vapor 1.5-inch EnergyGuard Polyiso | OB500, 6-inch o.c.
22 ! - -BA- - -127.
S span, #12-24 HWH Retarder XL Insulation or EnergyGuard (atop every deck None N/A PVC-BA, PVC-BA-H or PVC-QS >
screws, 6” o.c. Ultra Polyiso Insulation flange)
Min. 22 ga., Type B, One or more layer(s), min. LRF-M, LRF-XF or
Grade 50 steel; 6 ft GAF SA Vapor 1.5-inch EnergyGuard Polyiso | OB500, 6-inch o.c. ) . . LRF-M, LRF-XF or PVC-BA, PVC-BA-H, PVC-QL or
-23. . .0.25- . -127.
S span, #12-24 HWH Retarder XL Insulation or EnergyGuard (atop every deck Min. 0.25-inch DensDeciigggime OB500, 6-inch o.c. | PVC-QS >
screws, 6” o.c. Ultra Polyiso Insulation flange)
Min. 22 ga., Type B, One or more layer(s), min. LRF-M, LRF-XF or
Grade 50 steel; 6 ft GAF SA Vapor 1.5-inch EnergyGuard Polyiso | OB500, 6-inch o.c. | Min. 0.25-inch DEXcell FA Glass Mat LRF-M, LRF-XF or
-24. . . PVC-BA, PVC-BA-H or PVC- -127.5
e span, #12-24 HWH Retarder XL Insulation or EnergyGuard (atop every deck Roof Board 0OB500, 6-inch o.c. ¢ ¢ or PVC-QS
screws, 6” o.c. Ultra Polyiso Insulation flange)
Min. 22 ga., Type B, One or more layer(s), min. LRF-M, LRF-XF or
Grade 50 steel; 6 ft GAF SA Vapor 1.5-inch EnergyGuard Polyiso | OB500, 6-inch o.c. | Min. 0.25-inch SECUROCK Gypsum- LRF-M, LRF-XF or
-25. . . . PVC-BA, PVC-BA-H or PVC- -127.5
52 span, #12-24 HWH Retarder XL Insulation or EnergyGuard (atop every deck Fiber Roof Board 0OB500, 6-inch o.c. ¢ ¢ or PVC-QS
screws, 6” o.c. Ultra Polyiso Insulation flange)
FLEECEBACK MEMBRANE APPLICATIONS:
g/élnk;jleglz Type B, One or more layer(s), min. LRF-M, LRF-XF or
GAF SA Vapor 1.5-inch EnergyGuard Polyiso | OB500, 12-inch PVCF-LM (spatter), PVCF-OB,
S-26. strength steel; 6 ft P . gy v None N/A (sp ) -97.5
Retarder XL Insulation or EnergyGuard o.c. (atop every- PVCF-XF or PVCF-WB
span, #12-24 HWH . .
" Ultra Polyiso Insulation other deck flange)
screws, 6” o.c.
?'Yémk .22.g|z., Type B, One or more layer(s), min. LRF-M, LRF-XF or Min. 0.25-inch DensDeck Prime
style GAF SA Vapor 1.5-inch EnergyGuard Polyiso | OB500, 12-inch e ’ LRF-M, LRF-XFor | PVCF-LM (spatter), PVCF-OB,
S-27. strength steel; 6 ft . DEXcell FA Glass Mat Roof Board or -97.5
Retarder XL Insulation or EnergyGuard o.c. (atop every- . 0OB500 PVCF-XF or PVCF-WB
span, #12-24 HWH X X SECUROCK Gypsum-Fiber Roof Board
screws. 6” o.c Ultra Polyiso Insulation other deck flange)
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TABLE 2B: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE A-2: BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

System Deck X Base Insulation Layer Top Insulation Layer MDP
Vapor Barrier Roof Cover (Note 15)
No. (Note 1) Type Attach (Notes 6,7,8) Type Attach (Notes 6,7,8) (psf)
gﬂ8mk .22'g|a(|j., Type B, One or more layer(s), min. LRF-M, LRF-XF or
si yie F ) I : P ) . .
528, strength steel; 6 ft GAF SA Vapor 1.5 |nch EnergyGuard Polyiso | OB500, 12-inch Min. 0.5-inch EnergyGuard HD Polyiso | LRF-M, LRF-XF or PVCF-OB, PVCF-XF or PVCF-WB 975
Retarder XL Insulation or EnergyGuard o.c. (atop every- Cover Board OB500
span, #12-24 HWH . .
Y Ultra Polyiso Insulation other deck flange)
screws, 6” o.c.
Min. 22 ga., Type B, One or more layer(s), min. LRF-M, LRF-XF or
Grade 50 steel; 6 ft GAF SA Vapor 1.5-inch EnergyGuard Polyiso | OB500, 6-inch o.c.
-29. PVCF-XF -127.
= span, #12-24 HWH Retarder XL Insulation or EnergyGuard (atop every deck None N/A ¢ 127.5
screws, 6” o.c. Ultra Polyiso Insulation flange)
Min. 22 ga., Type B, One or more layer(s), min. LRF-M, LRF-XF or . ¢ .
Grade 50 steel; 6ft | GAF SA Vapor 1.5-inch EnergyGuard Polyiso | OBS500, 6-inch o.c. | M- 0-25-inch DensDeck Prime, LRF-M, LRF-XF or | PVCF-LM (spatter), PVCF-OB,
S-30. ) DEXcell FA Glass Mat Roof Board or . -127.5
span, #12-24 HWH Retarder XL Insulation or EnergyGuard (atop every deck SECUROCK Gvpsum-Fiber Roof Board OB500, 6-inch o.c. | PVCF-XF
screws, 6” o.c. Ultra Polyiso Insulation flange) vp
Min. 22 ga., Type B, One or more layer(s), min. LRF-M, LRF-XF or
$31. Grade 50 steel; 6 ft GAF SA Vapor 1.5-|nch EnergyGuard Polyiso | OB500, 6-inch o.c. | Min. 0.5-inch EnergyGuard HD Polyiso | LRF-M, LRF—XF or PVCE-OB or PVCE-XE 1275
span, #12-24 HWH Retarder XL Insulation or EnergyGuard (atop every deck Cover Board 0OB500, 6-inch o.c.
screws, 6” o.c. Ultra Polyiso Insulation flange)
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NEmoO | etc.e

TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck - - P Roof Cover MDP
No. (Note 1) T Ssien Attac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
EVERGUARD PVC OR EVERGUARD PVC KEE / EVERGUARD #2331 BONDING ADHESIVE OR EVERGUARD #2331 BONDING ADHESIVE H APPLICATIONS:
Min. 22 ga., Type B, Grade 33 . .
) ) Min. 1.5-inch 1 per . . ) PVC-BA or PVC- "
S-32. steel or min. 2,500 psi EnergyGuard RA Note 2 202 Additional layers of base insulation hot asphalt BA-H -45.0
structural concrete
Min. 22 ga., Type B, Grade 33 . .
. . Min. 2-inch E 1 - . . PVC-BA or PVC-
S-33. steel or min. 2,500 psi in. 2-inch EnergyGuard Note 2 per Additional layers of base insulation hot asphalt CBAorpvC -45.0*
RA 4.0 ft? BA-H
structural concrete
Min. 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso
S-34. steel or min. 2,500 psi Insulation or Note 2 1 per Additional layers of base insulation OB500 PVC-BA or PVC -45.0*
2.0 ft? BA-H
structural concrete EnergyGuard Ultra
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 1 per One or more layers, min. 1.5-inch EnergyGuard PVC-BA or PVC-
S-35. steel or min. 2,500 psi Min. 0.5-inch DensDeck Note 2 2 gftZ Polyiso Insulation or EnergyGuard Ultra Polyiso OB500 BA-H -45.0*
structural concrete ' Insulation
Min. 22 ga., Type B, Grade 33 . . Min. 0.25-inch DensDeck Prime, DEXcell FA Glass
Min 1.5-inch 1 PVC-BA or PVC-
536. | steel or min. 2,500 psi in 1.5-inc Note 2 PET | Mat Roof Board or SECUROCK Gypsum-Fiber Roof | OBS00 CBAOrPVC -45.0*
EnergyGuard RA 2.0ft? BA-H
structural concrete Board
Min. 22 ga., Type B, Grade 33 . Min. 0.25-inch DensDeck Prime, DEXcell FA Glass
S-37. steel or min. 2,500 psi Min 2-inch EnergyGuard Note 2 1 per Mat Roof Board or SECUROCK Gypsum-Fiber Roof OB500 PVC-BA or PVC -45.0*
RA 4.0 ft? BA-H
structural concrete Board
<38 :f;';l if ﬁfm sz ‘;gg" firade 33 | Min 1.5-inch Note 2 Lper | Min. 0.25-inch SECUROCK Ultralight Coated Glass- | o o PVC-BA or PVC- 45.0¢
’ o P EnergyGuard RA 2.0ft?> | Mat Roof Board BA-H ’
structural concrete
Min. 22 ga., T B
539 st(lar:el or ﬁflr; g’;?)o, Csiirade 3 Min 2-inch EnergyGuard Note 2 1 per Min. 0.25-inch SECUROCK Ultralight Coated Glass- 0B500 PVC-BA or PVC- 45.0*
’ o P RA 4.0ft> | Mat Roof Board BA-H ’
structural concrete
Min 1.5-inch
. . Additional optional layer(s), min. 0.5-inch base
.22 ga. B . . X R
540 Z;;I or :gna"; T;/F;ZO, Sirade 3 ansiﬁzs;a;? Polyiso Note 2 1 per insulation followed by Min. 0.25-inch DensDeck LRF-M or PVC-BA or PVC- _45.0*
: structural cc;nc’retep EnerévGuard Ultra 2.0 ft2 Prime, DEXcell FA Glass Mat Roof Board or 0OB500 BA-H :
34 : SECUROCK Gypsum-Fiber Roof Board
Polyiso Insulation
- Additional optional layer(s), min. 0.5-inch base
Min 2-inch E Guard
Min. 22 ga., Type B, Grade 33 |n. inc ngrgy veg insulation followed by Min. 0.25-inch DensDeck
) A Polyiso Insulation or 1 per . LRF-M or PVC-BA or PVC-
S-41. steel or min. 2,500 psi EneravGuard Ultra Note 2 4.0 2 Prime, DEXcell FA Glass Mat Roof Board or 0B500 BA-H -45.0*
structural concrete Pol i?c; Insulation : SECUROCK Gypsum-Fiber Roof Board or min. 0.5
4 EnergyGuard HD Polyiso Cover Board
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso Additional optional layer(s), min. 0.5-inch base
S-42. steel or min. 2,500 psi Insulation or Note 2 215:2 insulation followed by Min. 0.25-inch SECUROCK IE)RBFSCI;QJ or :\A/CHBA orPVC -45.0*
structural concrete EnergyGuard Ultra ’ Ultralight Coated Glass-Mat Roof Board
Polyiso Insulation
. Min 2-inch EnergyGuard . . . .
Min. 22 ga., Type B, G.rade 33 Polyiso Insulation or 1 per Addlthnal optional Iayer(s), m|n..0.5—|nch base LRF-M or PVC-BA or PVC-
S-43. steel or min. 2,500 psi EneravGuard Ultra Note 2 202 insulation followed by Min. 0.25-inch SECUROCK OB500 BA-H -45.0*
structural concrete .gy . ’ Ultralight Coated Glass-Mat Roof Board
Polyiso Insulation
Min 1.5-inch
in. . E Polyi - . . .
Min. 22 £a. Type B, GArade 3 nergy.Guard olyiso 1 per Additional optional layers, min. 0.5-inch base LRF-M or PVC-BA or PVC- "
S-44. steel or min. 2,500 psi Insulation or Note 2 ) . . -45.0
2.0 ft insulation OB500 BA-H
structural concrete EnergyGuard Ultra
Polyiso Insulation
. Min 2-inch EnergyGuard
545 2;';’; iﬁ gma|r; szpsgg’ Csiirade 33 Polyiso Insulation or Note 2 1 per Additional optional layers, min. 0.5-inch base LRF-M or PVC-BA or PVC- 45.0*
’ o P EnergyGuard Ultra 4.0ft2 | insulation 0OB500 BA-H ’
structural concrete h ;
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 | Min 2-inch EnergyGuard
546 steel; 6 ft span; #12 HWH Polyiso Insulation, Note 2 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRF-M or PVC-BA or PVC- 525
' Teks 5, 6” o.c. or structural EnergyGuard Ultra 2.0 ft? Board OB500 BA-H ’
concrete Polyiso Insulation
Min. 22 ga., Type B, Grade 33
steel; 6 ft span; #12 HWH Min. 2-inch EnergyGuard 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof PVC-BA or PVC-
b Teks 5, 6” o.c. or structural RA NoteZ 1.6 ft? Board 08500 BA-H 60.0
concrete
Min. 22 ga., Type B, Grade 33 . .
steel; 6 ft span; #12 HWH Min. 2-inch EnergyGuard 1per | Min.0.25-inch SECUROCK Gypsum-Fiber Roof PVC-BA or PVC-
S-48. ” Polyiso Insulation, Note 2 5 0OB500 -60.0
Teks 5, 6” o.c. or structural 1.3 ft Board BA-H
EnergyGuard RA
concrete
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso Additional optional layers, min. 0.5-inch base
1 LRF- -B -
S-49. steel or min. 2,500 psi Insulation or Note 2 ) (’;?trz insulation followed by Min. 0.5-inch Structodek ORBFSO'V(lJ or EX?H AorPVC -45.0*
structural concrete EnergyGuard Ultra ’ High Density Fiberboard Roof Insulation
Polyiso Insulation
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
. Min 2-inch EnergyGuard . . . .
Min. 22 ga., Type B, Grade 33 . . Additional optional layers, min. 0.5-inch base
Pol Insulat - - -
S-50. steel or min. 2,500 psi E:eVrISOG:::; l;?tr:aor Note 2 :(’)J?trz insulation followed by Min. 0.5-inch Structodek IE)RBFSCI;QJ or :\A/CHBA orPVC -45.0*
structural concrete Polyi?c/) Insulation ’ High Density Fiberboard Roof Insulation
Min. 22 ga., Type B, Grade 33 . .
Min. 2-inch E
o51 steel; 6 ft span; #12 HWH Po'lniso'l':]csula:gfyc;“ard Note 2 1per | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LREM PVC-BA or PVC- 600
' Teks 5, 6” o.c. or structural v ! 1.3 ft2 Board BA-H ’
EnergyGuard RA
concrete
Min. 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso
5-52. steel or min. 2,500 psi Insulation or Note 2 21 g:‘t’z Additional layers of base insulation LRF-XF EX?HBA orPVC -45.0*
structural concrete EnergyGuard Ultra ’
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 . . Min. 0.25-inch DensDeck Prime, DEXcell FA Glass
Min 1.5-inch 1 PVC-BA or PVC-
5-53. steel or min. 2,500 psi EnIZr SGIL?acr N RA Note 2 5 g?trz Mat Roof Board or SECUROCK Gypsum-Fiber Roof | LRF-XF ! A?H orPVC -45.0%
structural concrete gy \ Board
Min. 22 ga., Type B, Grade 33 . Min. 0.25-inch DensDeck Prime, DEXcell FA Glass
5-54. | steel or min. 2,500 psi " 2-inch EnergyGuard | oo 5 41 o2 | Mat Roof Board or SECUROCK Gypsum-Fiber Roof | LRF-XF EX_CHBA orPVe -45.0*
structural concrete ’ Board
Min 1.5-inch
X R Additional optional layer(s), min. 0.5-inch base
555 'S\:l;r;'l if ﬁir; nggg’ (;rade 3 :Ennsiﬁizg:a;? Polyiso Note 2 1 per insulation followed by Min. 0.25-inch DensDeck LRE-XE PVC-BA or PVC- 45.0%
’ structural cc;néretep EnerevGuard Ultra 2.0 ft? Prime, DEXcell FA Glass Mat Roof Board or BA-H :
PolyiiZ) Insulation SECUROCK Gypsum-Fiber Roof Board
. Additional optional layer(s), min. 0.5-inch base
Min 2-inch E
Min. 22 ga., Type B, Grade 33 Pc:ln is;?ﬁsmggfny(f:]ard 1 per insulation followed by Min. 0.25-inch DensDeck PVC-BA or PVC-
$56. | steel or min. 2,500 psi Eneyr AP Note 2 . g S | Prime, DEXcell FA Glass Mat Roof Board o LRF-XF B -45.0%
structural concrete Pol i?(; Insulation ’ SECUROCK Gypsum-Fiber Roof Board or min. 0.5
v EnergyGuard HD Polyiso Cover Board
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso . . . .
S-57. steel or min. 2,500 psi Insulation or Note 2 Zlgitrz :iilltalzzil optional layers, min. 0.5-inch base LRF-XF EXFHBA orPVC -45.0*
structural concrete EnergyGuard Ultra :
Polyiso Insulation
. Min 2-inch EnergyGuard
558 's\fclazll iﬁ gmau*’n szggg’ (sairade 33 Polyiso Insulation or Note 2 1 per Additional optional layers, min. 0.5-inch base LRE-XF PVC-BA or PVC- 45.0*
’ T P EnergyGuard Ultra 4.0ft2 | insulation BA-H ’
structural concrete \ .
Polyiso Insulation
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) Type asen tac Type ac (Note 15) (psf)
yp (Note 11) (Note 17) yp (Notes 6,7,8)
Min. 22 ga., Type B, Grade 33 | Min 2-inch EnergyGuard
steel; 6 ft span; #12 HWH Polyiso Insulation, 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof PVC-BA or PVC-
ek Teks 5, 6” o.c. or structural EnergyGuard Ultra Note 2 2.0 ft2 Board GRF-XF BA-H 25
concrete Polyiso Insulation
Min. 22 ga., Type B, Grade 33
steel; 6 ft span; #12 HWH Min. 2-inch EnergyGuard 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof PVC-BA or PVC-
-60. N 2 LRF-XF -60.
S Teks 5, 6” o.c. or structural RA ote 1.6 ft? Board BA-H 60.0
concrete
Min. 22 ga., Type B, Grade 33 . )
steel; 6 ft span; #12 HWH Min. 2-inch EnergyGuard 1per | Min.0.25-inch SECUROCK Gypsum-Fiber Roof PVC-BA or PVC-
S-61. ” Polyiso Insulation, Note 2 ) LRF-XF -60.0
Teks 5, 6” o.c. or structural 1.3 ft Board BA-H
EnergyGuard RA
concrete
Min. 1.5-inch
Min. 22 ga., Type B, G.rade 3 Energy.Guard Polyiso 1 per Min. 0.5-inch Structodek High Density Fiberboard PVC-BA or PVC-
S-62. steel or min. 2,500 psi Insulation or Note 2 . 0OB500 -45.0*
3.2 ft2 | Roof Insulation BA-H
structural concrete EnergyGuard Ultra
Polyiso Insulation
Min. 22 ga., T B
n ga. » 1YPe B, G.rade 3 Min. 1.5-inch 1 per Min. 0.5-inch Structodek High Density Fiberboard PVC-BA or PVC- «
S-63. steel or min. 2,500 psi Note 2 2 . OB500 -45.0
EnergyGuard RA 2.0 ft Roof Insulation BA-H
structural concrete
Min. 22 ga., Type B, Grade 33 gﬂn'zr 2 éj:r’é 9;"";2 Loy | Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- OB500, LRF-
S-64. steel; 6 ft span, #12 HWH Teks gy- 4 Note 2 P Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | PVC-BA -52.5
" Insulation or EnergyGuard 1.8 ft2 .
5,6” o.c. Board 6-inch o.c.
Ultra
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 HD
Min. 22 a., Type B, Grade 33 . Fastener, Drill-Tec #15 DF Fastener, Drill-
N 22 83, VP EnergyGuard Polyiso Tec XHD Fastener or Drill-Tec #15 EHD Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- OB500, LRF-
565 steel; 6 ft span, #12 HWH Insulation or EnergyGuard Fastener with Drill-Tec 3” Recessed Steel 1 per Fiber Roof Board or EnereyGuard HD Polviso Cover M or LRF-XF PVC-BA -67.5
: Teks 4, #12 HWH Teks 5 or Ultra Polyiso Insulation; Plate, Drill-Tec 3" Steel Plate, Drill-Tec 3" 1.6 ft? &y ¥ i ’ :
o ” . . Flat Steel Plate, Drill-Tec 3 in. Ribbed Board 6-inch o.c.
Hilti X-HSN 24/ 6” o.c. topmost Iayer min. 2-inch Galvalume Plate (Flat), Drill-Tec 3”
thick Standard Steel Plate, Drill-Tec AccuTrac
Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Min. 22 ga., Type B, Grade 33 g/r"'; A éj:r’é isol'"lzz Loer | Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- OBS500, LRF-
S-66. steel; 6 ft span, #12 HWH Teks gy‘ ¥ Note 2 P Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | PVC-BA -75.0
" Insulation or EnergyGuard 1.6 ft2 .
5, 6” o.c. Board 6-inch o.c.
Ultra
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) Type asten ttac Type ac (Note 15) (psf)
P (Note 11) (Note 17) b (Notes 6,7,8)
. Min. 2 x 48 x 96-inch . . .
Min. 22 ga., Type B, Grade 80 Enlt:r éuar)(; PolmiZo 1 per Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- OB500, LRF-
S-67. steel; 6 ft span, #12 HWH Teks gy- u Note 2 p Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | PVC-BA -105.0
" Insulation or EnergyGuard 1.0 ft2 .
5, 6” o.c. Board 4-inch o.c.
Ultra
. Min. 2 x 48 x 96-inch . . .
Min. 22 ga., Type B, Grade 80 EnIZr éuar)(; Polmizo Note 2 or Drill Tec #12 DF Fastener 1 per Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- 0OB500, LRF-
S-68. steel; 6 ft span, two (2) #12 | Ig\t/' £ v Guard or Drill Tec #14 DF Fastener with 1 (;)f ) Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | PVC-BA -157.5
HWH Teks 5, 6” o.c. LTISU ation or EnergyGuar Drill Tec 3” DF Steel Insulation Plate oft Board A-inch o.c.
! tra
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
. Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
Mi 22 T B.G d 33 :Enerlgy§uard EPOIWSOG d Tec #15 DF Fastener, Drill-Tec XHD 1 k/TFC M' I;RF
n. ga., lype b, Graae nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . . anister,
S-69. steel Ultra Polyiso Insulation; with Drill-Tec 3" Recessed Steel Plate, Drill | 5.3 2 Min. 2.0-inch Ultra HD Composite Insulation LRE-XF or PVC-BA -45.0*
I . . ! h Tec 3” Steel Plate, Drill-Tec 3” Flat Steel :
tOmeSt ayer min. 2-inc Plate, Drill-Tec 3 in. Ribbed Galvalume 0OB500
thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
" Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
Min. 22 T B Grade 33 :Enerlgy.Guard EPOIV'SOG d Tec #15 DF Fastener, Drill-Tec XHD 1 k/TE:M( I:[RF
n. ga., lype B, Grade nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . . anister, N
S-70. steel Ultra Polyiso Insulation; with Drill-Tec 3" Recessed Stel plate, Drill e Min. 2.0-inch Ultra HD Composite Insulation LRE-XF or PVC-BA 45.0
t t1 in. 1.5- Tec 3” Steel Plate, Drill-Tec 3” Flat Steel
opmost layer min. 1. Plate, Drill-Tec 3 in. Ribbed Galvalume 0B500
inch thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
. . Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
Mm'l Zszfga" Typng; E&g‘eTgi :Enerlgy_Guard gOIVISOG d Tec #15 DF Fastener, Drill-Tec XHD 1 k/'I“Z: Mf I;RF
steel; 6 ft span, eks nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . : ) anister,
S-71. 4, #12 HWH Teks 5 o Hilti X- Ultra Polyiso Insulation; :ith?,Drsi”-TT;?" Re;eﬁd S;eeFI|Plaste' I?rill— 20f2 Min. 2.0-inch Ultra HD Composite Insulation LRE-XF or PVC-BA 60.0
” . . ec 3” Steel Plate, Drill-Tec 3" Flat Steel
HSN 24, 6” o.c. topmost Iayer min. 2-inch Plate, Drill-Tec 3 in. Ribbed Galvalume 0OB500
thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
asten ttacl ac ( ) (psf)
No- Hoted Type (Note 11) (Note 17) Type (Notes 6,7,8) Hoteds 8
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more |ayer(5) Tec #14 Fastener, Drill-Tec #14 DF LRF-M. LRE-
. . Fastener, Drill-Tec #14 HD Fastener, Drill- ’
Mm'l 262fga., TYPEIBZ, g\;?laeTsi :Enerigy'Guard EPOIVISOG d Tec #15 DF Fastener, Drill-Tec XHD 1 M Canister,
steel; 6 ft span, ekKs nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . .
S-72. 4, #12 HWH Teks 5 or Hilti X- Ultra Polyiso Insulation; with Drill-Tec 3" Recessed Steel Plate, Drill- 18 Min. 2.0-inch Ultra HD Composite Insulation LRF-XF or PVC-BA -67.5
” I in. 2-inch Tec 3” Steel Plate, Drill-Tec 3” Flat Steel OBSOO, 6-
HSN 24' 6" o.c. tOmeSt ayer min. z-inc Plate, Drill-Tec 3 in. Ribbed Galvalume inch o.c
thick Plate (Flat), Drill-Tec 3” Standard Plate, o
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s Tec #14 Fastener, Drill-Tec #14 HD
Min. 22 ga., Type B, Grade 33 | EnergyGuard pol éc: Fastener, Dril Tec 115 DF Fastener, il LRF-M, LRF-
! ! &Y' v Tec XHD Fastener or Drill-Tec #15 EHD Min. 2.0-inch EnergyGuard Polyiso Insulation, M Canister,
5-73 steel; 6 ft span, #12 HWH Insulation or EnergyGuard | Fastener with Dril-Tec 3" Recessed Steel Lper | £ ergyGuard Ultra Polyiso Insulation or Ultra HD LRF-XF or PVC-BA 67.5
| Teks4, #12 HWHTeks5or | Ultra Polyiso Insulation; Plate, il Tec 3" Steel Plate, Drill-Tec 3" | 1 g fy2 gy o '
o ” | in. 2-inch Flat Steel Plate, Drill-Tec 3 in. Ribbed Composite Insulation 0OB500, 6-
Hilti X-HSN 24/ 6” o.c. topmost layer min. 2-inc Galvalume Plate (Flat), Drill-Tec 3” inch o.c
thick Standard Steel Plate, Drill-Tec AccuTrac o
Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD
One or more layer(s) Fastener, Drill-Tec #15 DF Fastener, Drill- LRE-M. LRE-
Min. 22 ga.. Type B, Grade 33 . Tec XHD Fastener or Drill-Tec #15 EHD . . : . l
steel: 6 fgt s;’)a:p#lzl HWH ansirl?t/;:ac:f Ep:glgs;/oGuard Fastener with Drill-Tec 3” Recessed Steel 1 per Min. 2.0-inch EnergyGuard Polyiso Insulation, M Canister,
; , Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” . . -~ . R
S-74. Teks 4, #12 HWH Teks 5 or Ultra Polyiso Insulation; E'a.‘s‘.ee' PI:fe' [::“,T)e;s.l:n%mgbed 1.45 f2 EnergyG.ltJarld UIItrs Polyiso Insulation or Ultra HD IE)RBF5§; osr PVC-BA 75.0
I ” . . alvalume Plate (Flat), Drill-Tec 3” omposite Insulation , O
Hilti X-HSN 24, 6” o.c. tEpTOSt layer min. 2-inch Standard Steel Plate, Drill-Tec AccuTrac P inch o.c
thic! Flat Plate or Drill Tec 3” DF Steel Insulation s
Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD
One or more |ayer(5) Fastener, Drill-Tec #15 DF Fastener, Drill- LRF-M. LRF-
: Tec XHD Fastener or Drill-Tec #15 EHD ’
Min. 22 ga., Type B, Grade 80 EnergyGuard POIVISO Fastener with Drill-Tec 3” Recessed Steel i i ) i M Canister
ga., lype b, . :
Insulation or EnergyGuard Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” 1 per Min. 2.0-inch EnergyGuard Polyiso Insulation,
S-75. steel; 6 ft span, #12 HWH J . | 1Pl ilTec 3 in. Ri . . LRF-XF or PVC-BA -135.0
Ultra Polyiso Insulation; Flat Steel Plate, Drill-Tec 3 in. Ribbed 1.0ft? EnergyGuard Ultra Polyiso Insulation
Teks 5, 6” o.c. | in. 2-inch Galvalume Plate (Flat), Drill-Tec 3” 0B500, 4-
tszOSt ayer min. Z-inc Standard Steel Plate, Drill-Tec AccuTrac inch o.Cc
thic Flat Plate or Drill Tec 3” DF Steel Insulation o
Plate
EVERGUARD PVC / EVERGUARD PVC QUICK LAY ADHESIVE APPLICATIONS:
Min. 22 ga., Type B, Grade 33 Y .
& ) vP K Min. 1.5-inch 1 per . . . *
S-76. steel or min. 2,500 psi Note 2 ) Additional layers of base insulation hot asphalt PVC-QL -45.0
EnergyGuard RA 2.0 ft
structural concrete
Min. 22 ga., Type B, Grade 33 . .
) . Min. 2-inch EnergyGuard 1 per . . .
S-77. steel or min. 2,500 psi RA gy Note 2 4 (?ftz Additional layers of base insulation hot asphalt | PVC-QL -45.0*
structural concrete :

ONEMO ETC, LLC

Certificate of

Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ
GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411

TOP OF PAGE

PEER-GAF-008.B.R52 for FL3443-R63 (HVHZ)

Revision 52: 08/17/2026
Appendix 1, Page 26 of 168



NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
Min. 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per
S-78. steel or min. 2,500 psi Insulation or Note 2 2 (’)thz Additional layers of base insulation OB500 PVC-QL -45.0*
structural concrete EnergyGuard Ultra ’
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 1 per One or more layers, min. 1.5-inch EnergyGuard
S-79. steel or min. 2,500 psi Min. 0.5-inch DensDeck Note 2 ) (;)ftz Polyiso Insulation or EnergyGuard Ultra Polyiso 0OB500 PVC-QL -45.0*
structural concrete ’ Insulation
Min. 22 ga., Type B, Grade 33 . ) . . )
5-80. steel or min. 2,500 psi Min 1.5-inch Note 2 1 per Min. 0.25 .|nch DensDeck Prime or SECUROCK 0B500 pvC-QL _45.0*
EnergyGuard RA 2.0 ft? Gypsum-Fiber Roof Board
structural concrete
Min. 22 ga., Type B, Grade 33 - . . .
581 steel or min. 2,500 psi Min 2-inch EnergyGuard Note 2 1 per2 Min. 0.25 .|nch DensDeck Prime or SECUROCK OB500 pvC-QL _45.0%
RA 4.0 ft Gypsum-Fiber Roof Board
structural concrete
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per Additional optional layer(s), min. 0.5-inch base LRF-M or
S-82. steel or min. 2,500 psi Insulation or Note 2 ) (;)ftz insulation followed by Min. 0.25-inch DensDeck 0OB500 PVC-QL -45.0*
structural concrete EnergyGuard Ultra ’ Prime or SECUROCK Gypsum-Fiber Roof Board
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 M|n.2—|nch Ene.rgyGuard Add|t|9nal optional Iayer(s), mln..0.5—|nch base
583 steel or min. 2,500 osi Polyiso Insulation or Note 2 1 per insulation followed by Min. 0.25-inch DensDeck LRF-M or pvC-QL 45.0*
’ structural cc;nc,retep EnergyGuard Ultra 4.0 ft? Prime or SECUROCK Gypsum-Fiber Roof Board or 0B500 ’
Polyiso Insulation min. 0.5 EnergyGuard HD Polyiso Cover Board
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso . . . .
5-84. | steel or min. 2,500 psi Insulation or Note 2 1per | Additional optional layers, min. 0.5-inch base REMor | pycal -45.0*
2.0 ft insulation 0B500
structural concrete EnergyGuard Ultra
Polyiso Insulation
. Min 2-inch EnergyGuard
Min. 22 ga., T B
585 st(ler:el or rg:"; ;230' Csiirade 3 Polyiso Insulation or Note 2 1 per Additional optional layers, min. 0.5-inch base LRF-M or pvC-QL _45.0*
’ T P EnergyGuard Ultra 4.0 ft2 | insulation 0B500 ’
structural concrete \ ;
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 | Min 2-inch EnergyGuard
steel; 6 ft span; #12 HWH Polyiso Insulation, 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRF-M or
-86. - 2 -QL -52.
586 Teks 5, 6” 0.c. or min. 2,500 | EnergyGuard Ultra Note 2.0t | Board 0B500 Pve-Ql 25
psi structural concrete Polyiso Insulation
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
Min. 22 ga., Type B, Grade 33
steel; 6 ft span; #12 HWH Min. 2-inch EnergyGuard 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof
S Teks 5, 6” o.c. or min. 2,500 RA Note 2 1.6 ft? Board $E500 Fvc-at -60.0
psi structural concrete
Min. 22 ga., Type B, Grade 33 . .
. ; Min. 2-inch EnergyGuard . . .
5-88. steel; 6 ff’span, #12. HWH Polyiso Insulation, Note 2 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof 0B500 pvC-QL -60.0
Teks 5, 6” o.c. or min. 2,500 1.3 ft? Board
R EnergyGuard RA
psi structural concrete
Min. 22 ga., Type B, Grade 33 . )
. ; Min. 2-inch EnergyGuard . . )
5-89. steel; 6 ff’span, #12. HWH Polyiso Insulation, Note 2 1 per2 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRE-M pvC-QL -60.0
Teks 5, 6” o.c. or min. 2,500 1.3 ft Board
R EnergyGuard RA
psi structural concrete
Min. 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per
S-90. steel or min. 2,500 psi Insulation or Note 2 5 (;)ftz Additional layers of base insulation LRF-XF PVC-QL -45.0*
structural concrete EnergyGuard Ultra :
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 . . - . :
591, steel or min. 2,500 psi Min 1.5-inch Note 2 1 per Min. 0.25 .|nch DensDeck Prime or SECUROCK LRE-XE pvC-QL 45.0*
EnergyGuard RA 2.0 ft2 Gypsum-Fiber Roof Board
structural concrete
Min. 22 ga., Type B, Grade 33 o . . .
592, steel or min. 2,500 psi Min 2-inch EnergyGuard Note 2 1 per2 Min. 0.25 'mch DensDeck Prime or SECUROCK LRE-XE pvC-QL 45.0%
RA 4.0 ft Gypsum-Fiber Roof Board
structural concrete
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per Additional optional layer(s), min. 0.5-inch base
S-93. steel or min. 2,500 psi Insulation or Note 2 ) (;)ftz insulation followed by Min. 0.25-inch DensDeck LRF-XF PVC-QL -45.0*
structural concrete EnergyGuard Ultra ’ Prime or SECUROCK Gypsum-Fiber Roof Board
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 Mln.Z—mch EngrgyGuard Addlthnal optional Iayer(s), mln..0.5—|nch base
594 steel or min. 2,500 osi Polyiso Insulation or Note 2 1 per insulation followed by Min. 0.25-inch DensDeck LRE-XE pvC-QL _45.0*
’ structural cc;nc’retep EnergyGuard Ultra 4.0 ft? Prime or SECUROCK Gypsum-Fiber Roof Board or ’
Polyiso Insulation min. 0.5 EnergyGuard HD Polyiso Cover Board
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso . . . .
1 L 0.5-
S-95. steel or min. 2,500 psi Insulation or Note 2 perz Adqunal optional layers, min. 0.5-inch base LRF-XF PVC-QL -45.0*
2.0 ft insulation
structural concrete EnergyGuard Ultra
Polyiso Insulation
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) Type asen tac Type ac (Note 15) (psf)
yp (Note 11) (Note 17) yp (Notes 6,7,8)
Min. 22 ga., Type B, Grade 33 mriigr:r::uﬁ:g;iygruard 1 per Additional optional layers, min. 0.5-inch base
S-96. steel or min. 2,500 psi v Note 2 P ! natop R LRF-XF pPvC-QL -45.0*
EnergyGuard Ultra 4.0 ft? insulation
structural concrete A ;
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 | Min 2-inch EnergyGuard
steel; 6 ft span; #12 HWH Polyiso Insulation, 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof
-97. K N 2 LRF-XF PVC-QL -52.
S Teks 5, 6” o.c. or min. 2,500 EnergyGuard Ultra ote 2.0 ft? Board cQ 52:5
psi structural concrete Polyiso Insulation
Min. 22 ga., Type B, Grade 33
steel; 6 ft span; #12 HWH Min. 2-inch EnergyGuard 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof
-98. . N 2 LRF-XF PVC-QL -60.
598 Teks 5, 6” 0.c. or min. 2,500 | RA ote 16t | Board - 60.0
psi structural concrete
Min. 22 ga., Type B, Grade 33 . )
Min. 2-inch EnergyGuard . . .
steel; 6 ft span; #12 HWH X . 1 per Min. 0.25-inch SECUROCK m-Fiber Roof
5-99, e . Polyiso Insulation, Note 2 per | Min. 0.25-inch SECUROCK Gypsum-Fiber Roo LRF-XF pvCc-QL -60.0
Teks 5, 6” o.c. or min. 2,500 1.3 ft Board
R EnergyGuard RA
psi structural concrete
Min. 22 ga., Type B, Grade 33 gﬂn'zr 2 éj:r’; 9;);";2 Lo | Min. 05-inch DensDeck Prime, SECUROCK Gypsum- OB500, LRF-
S-100. steel; 6 ft span, #12 HWH Teks gy- v Note 2 p Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | PVC-QL -52.5
" Insulation or EnergyGuard 1.8 ft2 .
5,6” o.c. Board 6-inch o.c.
Ultra
Min. 22 ga., Type B, Grade 33 gﬂn'zr 2 éj:r’é 9;"";2 Loy | Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- OB500, LRF-
S-101. steel; 6 ft span, #12 HWH Teks gy- v Note 2 p Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | PVC-QL -75.0
" Insulation or EnergyGuard 1.6 ft2 .
5,6” o.c. Board 6-inch o.c.
Ultra
Min. 22 ga., Type B, Grade 80 gﬂn'zr 2 éj:r’é ii'l'"izz Lo | Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- OB500, LRF-
S-102. steel; 6 ft span, #12 HWH Teks gy- u Note 2 p Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | PVC-QL -105.0
" Insulation or EnergyGuard 1.0 ft2 .
5,6” o.c. Board 4-inch o.c.
Ultra
Min. 22 ga., Type B, Grade 80 2/:; 2 éj:r’é 9;"";2 Note 2 or Drill Tec #12 DF Fastener Lo | Min. 0:5-inch DensDeck Prime, SECUROCK Gypsum- OB500, LRF-
S-103. steel; 6 ft span, two (2) #12 | lgy- . v Guard or Drill Tec #14 DF Fastener with 1 pf ) Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | PVC-QL -157.5
HWH Teks 5, 6” o.c LTISU ation or EnergyGuar Drill Tec 3” DF Steel Insulation Plate Oft Board 4-inch o.c
3 .C. n .C.
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck 5 R Roof Cover MDP
No. (Note 1) Type asten Bismich Type ttac (Note 15) (psf)
(Note 11) (Note 17) (Notes 6,7,8)
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more |ayer(5) Tec #14 Fastener, Drill-Tec #14 DF
. Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
Min. 22 T B Grade 33 :Enerigy'Guard EPOIVISOG d Tec #15 DF Fastener, Drill-Tec XHD 1 k;“:: M' I;RF
n. ga., lype b, Grade nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . . anister,
S-104. ] ) ok Dri " . Min. 2.0-inch Ultra HD Composite Insulation PvC-QL -45.0*
steel Ultra P0|yISO Insulatlon; with Drill-Tec 3” Recessed Steel Plate, Drill- 5.3 ftz p LRF-XF or Q
. . Tec 3” Steel Plate, Drill-Tec 3” Flat Steel
tOmeSt Iayer min. 2-inch Plate, Drill-Tec 3 in. Ribbed Galvalume 0OB500
thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
. Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
Mi 22 T B.G d 33 :Enerlgy§uard EPOIWSOG d Tec #15 DF Fastener, Drill-Tec XHD 1 k/TFC M' I;RF
n. ga., lype b, Graae nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . . anister, «
S-105. steel Ultra Polyiso Insulation; with Drill- Tec 3" Recessed Steel plate, Drill | 32 2 Min. 2.0-inch Ultra HD Composite Insulation LRE-XF or PvC-QL -45.0
. Tec 3” Steel Plate, Drill-Tec 3” Flat Steel
topmost layer min. 1.5- N N OB500
Plate, Drill-Tec 3 in. Ribbed Galvalume
inch thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
. N Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
Mm.I Znga., Type B, Grade 3?( EnerlgyGuard Polyiso g Tec #15 DF Fastener, Drill-Tec XHD 1 k/TEM{ LRF
steel; 6 ft span, #12 HWH Teks Insulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . . anister,
S-106. ’ ¢ o ] ) o ’ ' Min. 2.0-inch Ultra HD Composite Insulation ’ | pvC-QL -60.0
4, #12 HWH Teks 5 or Hilti X- Ultra Polyiso Insulation; W"h3DfS'”’Tle°|3 Receflsed S;eeIIPIaste, '?””' 2.0 ft2 P LRF-XF or Q
” . . Tec 3” Steel Plate, Drill-Tec 3” Flat Steel
HSN 24' 6" o.c. to_meSt Iayer min. 2-inch Plate, Drill-Tec 3 in. Ribbed Galvalume 0B500
thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3"
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF LRE-M. LRE
Min. 22 ga., Type B, Grade 33 EnergyGuard Polyiso iiitﬁ?asE'L';I:ﬁef,“é:l'if:?fﬁﬁr’ rill- M Can,ister
steel; 6 ft span, #12 HWH Teks Insulation or EnergyGuard Fastener or Drill-Tec #15 EHD Fastener 1 per !
S-107. ’ ¢ o ; ) . " ' Min. 2.0-inch Ultra HD Composite Insulation LRF-XF or PVC-QL -67.5
4, #12 HWH Teks 5 or Hilti X- Ultra Polyiso Insulation; W'th3DfS'”-TTcl3 RECET|Sed S;eellPlaste, I?rI"' 1.8 ft? P OB500. 6 a
” . . Tec 3” Steel Plate, Drill-Tec 3” Flat Steel -
HSN 24, 6" o.c. topmost Iayer min. 2-inch Plate, Drill-Tec 3 in. Ribbed Galvalume inch o ;
thick Plate (Flat), Drill-Tec 3” Standard Plate, e
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) Type asten IS Type ac (Note 15) (psf)
(Note 11) (Note 17) (Notes 6,7,8)
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 HD LRF-M, LRF-
Min. 22 T B, Grade 33 . Fastener, Drill-Tec #15 DF Fastener, Drill- '
in : ga., Type B, Grade Energyguard Polyiso Tec XHD Fastener or Drill-Tec #15 EHD Min. 2.0-inch EnergyGuard Polyiso Insulation, M Canister,
S-108 steel; 6 ft span, #12 HWH Insulation or EnergyGuard |  fastener with Dril-Tec 3" Recessed Stee! 1 per EnergyGuard Ultra Polyiso Insulation or Ultra HD LRF-XF or PvC-QL -67.5
’ Teks 4, #12 HWH Teks 5 or Ultra Polyiso Insulation; ;'attz:t[)f:”r;retc 3[”)5_|f|e$' P';Fe: z_fti)'t')-T;C 3 1.6 ft2 Composite Insulation OBS500. 6 :
. . A eel ate, Drill-Tec 3 In. Ribbe , O-
Hilti X-HSN 24, 6” o.c. topmost layer min. 2-inch Galvalume Plate (Flat), Drill-Tec 3" p u on
thick Standard Steel Plate, Drill-Tec AccuTrac incho.c.
Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD
One or more layer(s) Fastener, Drill-Tec #15 DF Fastener, Drill- LRE-M. LRF
Min. 22 a., Type B, Grade 33 . Tec XHD Fastener or Drill-Tec #15 EHD ) . . . - 4 -
! ga., lyp EnergyGuard Polyiso Fastener with Drill-Tec 3” Recessed Steel Min. 2.0-inch EnergyGuard Polyiso Insulation, M Canister,
5-109 steel; 6 ft span, #12 HWH Insulation or EnergyGuard |  plate, ril-Tec 3" steel Plate, Drill-Tec 3 1per | ¢nergyGuard Ultra Polyiso Insulation or Ultra HD LRF-XF or PVC-QL -75.0
| Teks 4, #12 HWHTeks50r | Ultra Polyiso Insulation; Fattelplte, Dl Tec . bbes 1.45 ft2 Comi‘;s.te h . v 0B500. 6 :
. ” . . alvalume Plate (Flat), Drill-Tec 3" I | , O-
Hilti X-HSN 24/ 6” o.c. tOmeSt Iayer min. 2-inch Standard Steel Plate, Drill-Tec AccuTrac inch
thick Flat Plate or Drill Tec 3” DF Steel Insulation Incho.c.
Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD
One or more layer(s) Fastener, Drill-Tec #15 DF Fastener, Drill- LRE-M. LRE
" Tec XHD Fastener or Drill-Tec #15 EHD Vi -
Min. 22 ga., Type B, Grade 80 :Enerng_Guard EPOIWSOG d Fastener with Drill-Tec 3” Recessed Steel 1 Min. 2.0-inch E G d Polviso | lati M Canister,
. nsulation or EnergyGuar Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” per in. 2.0-inch EnergyGuard Polyiso Insulation, ) y )
5-110. steel; 6 fflspan, #12 HWH Ultra Polyiso Insulation; Flat Stec{glEt®, Orill-Tec 3 in. Ribbeq 1.0ft> | EnergyGuard Ultra Polyiso Insulation LRP-XF or Pve-at 135.0
Teks 5, 6” o.c. R K Galvalume Plate (Flat), Drill-Tec 3” 0B500, 4-
’ t t 2-inch
opmost layer min. 2-inc Standard Steel Plate, Drill-Tec AccuTrac inch o.c
thick Flat Plate or Drill Tec 3” DF Steel Insulation o
Plate
PVC QuUICK SPRAY ADHESIVE APPLICATIONS:
Min. 22 ga., Type B, Grade 33 . .
. K Min. 1.5-inch 1 . . .
S-111. steel or min. 2,500 psi Enl‘:rgyGL:Z:d RA Note 2 ) g?trz Additional layers of base insulation hot asphalt | PVC-QS -45.0*
structural concrete ’
Min. 22 ga., Type B, Grade 33 . .
. K Min. 2-inch EnergyGuard 1 per . . .
S-112. steel or min. 2,500 psi RAi : &y Note 2 4 (;)ftz Additional layers of base insulation hot asphalt | PVC-QS -45.0*
structural concrete ’
Min. 22 ga., Type B, Grade 33 | Min. 1.5-inch 1 per
S-113. steel or min. 2,500 psi EnergyGuard Polyiso Note 2 5 gﬂz Additional layers of base insulation OB500 PVC-QS -45.0*
structural concrete Insulation ’
Min. 22 ga., Type B, Grade 33 . .
. X . R 1 per One or more layers, min. 1.5-inch EnergyGuard
5-114. | steel or min. 2,500 psi Min. 0.5-inch DensDeck | Note 2 per _ "Yers, mi. Z.57inch Energysu 0B500 PVC-QS -45.0*
structural concrete 2.0ft Polyiso Insulation
in. 22 ga. B R .
Min ga. ,Type B, G.rade 3 Min 1.5-inch 1 per ) . . «
S-115. steel or min. 2,500 psi Note 2 ) Min. 0.25-inch DensDeck Prime 0OB500 PVC-QS -45.0
structural concrete EnergyGuard RA 201t
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
Min. 22 ga., Type B, Grade 33 .
$-116. | steel or min. 2,500 psi g"A'" Z-inch EnergyGuard | \ o 5 41 o5 | Min. 0.25-inch DensDeck Prime 0B500 PVC-QS -45.0*
structural concrete ’
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per Additional optional layer(s), min. 0.5-inch base LRF-M or
S-117. steel or min. 2,500 psi Insulation or Note 2 5 (;)ftz insulation followed by Min. 0.25-inch DensDeck 0B500 PVC-QS -45.0*
structural concrete EnergyGuard Ultra ’ Prime
Polyiso Insulation
Min 2-inch E
Min. 22 ga., Type B, Grade 33 Pc:;]isc)lr:r:sulzttai;iyc?rl]ard 1 per Additional optional layer(s), min. 0.5-inch base LRE-M or
5-118. | steel or min. 2,500 psi Eneyr Gord Ul Note 2 A g w2 | insulation followed by Min. 0.25-inch DensDeck OBS00 PVC-QS -45.0*
structural concrete .gy - : Prime
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 | Min 1.5-inch . . . .
. K . 1 per Additional optional layers, min. 0.5-inch base LRF-M or
S-119. steel or min. 2,500 psi EnergyGuard Polyiso Note 2 ) . . PVC-QS -45.0*
structural concrete Insulation & insulation 0B500
5120 :f;:l iﬁ ia"; szggg’ (:‘irade 3 Min 2-inch EnergyGuard Note 2 1 per Additional optional layers, min. 0.5-inch base LRF-M or PVC-QS -45.0*
’ T P Polyiso Insulation 4.0ft2 | insulation 0B500 ’
structural concrete
o Additional optional layer(s), min. 0.5-inch base
Min. 22 ga., Type B, Grade 33 ';gri;?;:jgg;iygfard 1 per insulation followed by Min. 0.25-inch DensDeck LRF-M or
S-121. steel or min. 2,500 psi Eneyr Guard Ultra Note 2 4 (;)ftz Prime, DEXcell FA Glass Mat Roof Board or 0B500 PVC-QS -45.0*
structural concrete Pol iiZ) Insulation ’ SECUROCK Gypsum-Fiber Roof Board or min. 0.5
¥ EnergyGuard HD Polyiso Cover Board
Min. 22 ga., Type B, Grade 33 | Min. 1.5-inch 1 per
S-122. steel or min. 2,500 psi EnergyGuard Polyiso Note 2 5 gftZ Additional layers of base insulation LRF-XF PVC-QS -45.0*
structural concrete Insulation ’
Min. 22 ga., Type B, Grade 33 . .
$-123. | steel or min. 2,500 psi 2’:;1'2:?:2 eA Note 2 21 e | Min. 0.25-inch DensDeck Prime LRF-XF PVC-QS -45.0*
structural concrete gy ’
Min. 22 ga., Type B, Grade 33 A ..
s-124. | steel or min. 2,500 psi 'F\{/Xn Zinch EnergyGuard | \ 105 41 o5 | Min. 0.25-inch DensDeck Prime LRF-XF PVC-QS -45.0%
structural concrete ’
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per Additional optional layer(s), min. 0.5-inch base
S-125. steel or min. 2,500 psi Insulation or Note 2 5 gﬂz insulation followed by Min. 0.25-inch DensDeck LRF-XF PVC-QS -45.0*
structural concrete EnergyGuard Ultra ’ Prime
Polyiso Insulation
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Layer

Top Insulation Layer

Ultra

System Deck o e R Roof Cover MDP
No. (Note 1) Type asen tac Type ac (Note 15) (psf)
yp (Note 11) (Note 17) yp (Notes 6,7,8)
Min. 22 ga., Type B, Grade 33 l\/lln.2-|nch Ene:rgyGuard Addltlo.nal optional Iayer!s), mln..0.5-|nch base
. K Polyiso Insulation or 1 per insulation followed by Min. 0.25-inch DensDeck
S-126. steel or min. 2,500 psi Note 2 R X . LRF-XF PVC-QS -45.0*
EnergyGuard Ultra 4.0 ft? Prime or min. 0.5 EnergyGuard HD Polyiso Cover
structural concrete A ;
Polyiso Insulation Board
Min. 22 ga., Type B, Grade 33 | Min 1.5-inch .8 . . .
. K . 1 per Additional optional layers, min. 0.5-inch base
S-127. steel or min. 2,500 psi EnergyGuard Polyiso Note 2 P ) . ™ . PH 4 I LRF-XF PVC-QS -45.0*
) 2.0 ft insulation
structural concrete Insulation
Min. 22 ga., Type B, Grade 33 . . . . )
! A Min 2-inch E Guard 1 Addit | opt 11 , . 0.5-inch b
$-128. | steel or min. 2,500 psi N ZINCh ENSTEYBUATE | Note 2 P | TR QT TN base LRF-XF PVC-QS -45.0*
Polyiso Insulation 4.0 ft insulation
structural concrete
Min.22 g2, Type B, Grade 33 | 107 e 0L TEED Lper | imsulaton oowed by min,05-nch DensDeck Prime, | 0B500 LFF
- N I; 6 f #12 HWH Tek . N 2 . . ’ M or LRF-XF, - -52.
L stee", 6 ft span, exs Insulation or EnergyGuard ote 1.8 ft2 SECUROCK Gypsum-Fiber Roof Board or EnergyGuard .or PVEQS 525
5,6” o.c. R 6-inch o.c.
Ultra HD Polyiso Cover Board
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 HD
Min. 22 a., Type B, Grade 33 E Polyi Fastener, Drill-Tec #15 PF Fastener, Drill-
ge., TYp nergyGuard Polyiso Tec XHD Fastener or Drill-Tec #15 EHD Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- OB500, LRF-
S-130 steel; 6 ft span, #12 HWH Insulation or EnergyGuard Fastener QPN Tec 3 Rece e L per Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | PVC-QS -67.5
‘ Teks 4’ #12 HWH Teks 5 or Ultra PoniSO Insulation; Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” 1.6 ft2 8Y \ i ’ .
o ” I in. 2-inch Flat Steel Plate, Drill-Tec 3 in. Ribbed Board 6-inch o.c.
Hilti X-HSN 24, 6” o.c. topmost layer min. 2-inc Galvalume Plate (Flat), Drill-Tec 3”
thick Standard Steel Plate, Drill-Tec AccuTrac
Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Min 2, e, Grade33 | 2 2838 o | e e e, | OBDU:
-131. l; 6f , #12 HWH Tek: ) Note 2 o ’ M or LRF-XF, - -75.
e stee” 6 ft span exs Insulation or EnergyGuard ot 1.6 ft2 SECUROCK Gypsum-Fiber Roof Board or EnergyGuard Aor PVEQS 50
5,6” o.c. R 6-inch o.c.
Ultra HD Polyiso Cover Board
Min. 22 ga., Type B, Grade 80 'Evr'"';r 2 éj:r’; iil'"lzz Loer | Min. 0:5-inch DensDeck Prime, SECUROCK Gypsum- 0B500, LRF-
S-132. steel; 6 ft span, #12 HWH Teks gy' v Note 2 p Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | PVC-QS -105.0
" Insulation or EnergyGuard 1.0 ft2 .
5, 6” o.c. Board 4-inch o.c.
Ultra
in. 2 -i . . .
Min. 22 ga., Type B, Grade 80 'Evr"'zr éj:r’é ?fil'"izz Note 2 or Drill Tec #12 DF Fastener Loer | Min.0.5inch DensDeck Prime, SECUROCK Gypsum- OBS500, LRF-
S-133. steel; 6 ft span, two (2) #12 | lgy. £ Y Guard or Drill Tec #14 DF Fastener with 1 gf ) Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | PVC-QS -157.5
HWH Teks 5, 6” o.c. nsulation or EnergyGuar Drill Tec 3” DF Steel Insulation Plate Oft Board 4-inch o.c.
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck 5 R Roof Cover MDP
No. (Note 1) Type asten Bismich Type ttac (Note 15) (psf)
(Note 11) (Note 17) (Notes 6,7,8)
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more |ayer(5) Tec #14 Fastener, Drill-Tec #14 DF
. Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
Min. 22 T B Grade 33 :Enerigy'Guard EPOIVISOG d Tec #15 DF Fastener, Drill-Tec XHD 1 k;“:: M' I;RF
n. ga., lype b, Grade nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . . anister,
S-134. ] ) ok Dri " . Min. 2.0-inch Ultra HD Composite Insulation PVC-QS -45.0*
steel Ultra P0|yISO Insulatlon; with Drill-Tec 3” Recessed Steel Plate, Drill- 5.3 ftz p LRF-XF or Q
. . Tec 3” Steel Plate, Drill-Tec 3” Flat Steel
tOmeSt Iayer min. 2-inch Plate, Drill-Tec 3 in. Ribbed Galvalume 0OB500
thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
. Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
Mi 22 T B.G d 33 :Enerlgy§uard EPOIWSOG d Tec #15 DF Fastener, Drill-Tec XHD 1 k/TFC M' I;RF
n. ga., lype b, Graae nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . . anister, «
S-135. steel Ultra Polyiso Insulation; with Drill- Tec 3" Recessed Steel plate, Drill | 32 2 Min. 2.0-inch Ultra HD Composite Insulation LRE-XF or PVC-QS -45.0
. Tec 3” Steel Plate, Drill-Tec 3” Flat Steel
topmost layer min. 1.5- N N OB500
Plate, Drill-Tec 3 in. Ribbed Galvalume
inch thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
. N Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
Mm.I Znga., Type B, Grade 3?( EnerlgyGuard Polyiso g Tec #15 DF Fastener, Drill-Tec XHD 1 k/TEM{ LRF
steel; 6 ft span, #12 HWH Teks Insulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . . anister,
S-136. ’ ¢ o ] ) o ’ ' Min. 2.0-inch Ultra HD Composite Insulation ’ | PVC-QS -60.0
4, #12 HWH Teks 5 or Hilti X- Ultra Polyiso Insulation; W"h3DfS'”’Tle°|3 Receflsed S;eeIIPIaste, '?””' 2.0 ft2 P LRF-XF or Q
” . . Tec 3” Steel Plate, Drill-Tec 3” Flat Steel
HSN 24' 6" o.c. to_meSt Iayer min. 2-inch Plate, Drill-Tec 3 in. Ribbed Galvalume 0B500
thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3"
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF LRE-M. LRE
Min. 22 ga., Type B, Grade 33 EnergyGuard Polyiso iiitﬁ?asE'L';I:ﬁef,“é:l'if:?fﬁﬁr’ rill- M Can,ister
steel; 6 ft span, #12 HWH Teks Insulation or EnergyGuard Fastener or Drill-Tec #15 EHD Fastener 1 per !
S-137. ’ ¢ o ; ) . " ' Min. 2.0-inch Ultra HD Composite Insulation LRF-XF or PVC-QS -67.5
4, #12 HWH Teks 5 or Hilti X- Ultra Polyiso Insulation; W'th3DfS'”-TTcl3 RECET|Sed S;eellPlaste, I?rI"' 1.8 ft? P OB500. 6 Q
” . . Tec 3” Steel Plate, Drill-Tec 3” Flat Steel -
HSN 24, 6" o.c. topmost Iayer min. 2-inch Plate, Drill-Tec 3 in. Ribbed Galvalume inch o ;
thick Plate (Flat), Drill-Tec 3” Standard Plate, e
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) Type asten IS Type ac (Note 15) (psf)
(Note 11) (Note 17) (Notes 6,7,8)
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14HD LRF-M, LRF-
Min. 22 ga., Type B, Grade 33 EnergyGuard Polyiso Fastener, Drill-Tec #15 PF Fastener, Drill- . . . . '
; Tec XHD Fastener or Drill-Tec #15 EHD Min. 2.0-inch EnergyGuard Polyiso Insulation, M Canister,
S-138 steel; 6 ft span, #12 HWH Insulation or EnergyGuard | Fastener with Dril-Tec 3" Recessed Steel Lper | ¢nergyGuard UItragIZoI iso Insu\I/ation or Ultra HD LRF-XF or PVC-QS -67.5
|| Teks4, #12 HWHTeksSor | Uttra Polysonsulation; | P oritec sws pte b | a6 | HEEL AR Y 0B500, 6 '
o A . t St te, Drill-Tec 3 in. Ri omposite Insulation , 6-
Hilti X-HSN 24/ 6” o.c. topmost Iayer min. 2-inch G:Ivalle:ne Palaete (Il;llat),egril:?TecI 3”e P ! inch
thick Standard Steel Plate, Drill-Tec AccuTrac incho.c.
Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD
One or more layer(s) Fastener, Drill-Tec #15 DF Fastener, Drill- LRE-M. LRF
Min. 22 a., Type B, Grade 33 . Tec XHD Fastener or Drill-Tec #15 EHD ) . . . - 4 -
: & P Energyguard Polyiso Fastener with Drill-Tec 3” Recessed Steel Min. 2.0-inch EnergyGuard Polyiso Insulation, M Canister,
5-139 steel; 6 ft span, #12 HWH Insulation or EnergyGuard | piate, Dril-Tec 3" Steel Plate, il Tec 3 1 per EnergyGuard Ultra Polyiso Insulation or Ultra HD LRF-XF or PVC-QS -75.0
5 Teks 4’ #12 HWH Teks 5 or Ultra Poniso Insulation; Flat Steel Plate, DriII—Tec%in. Riblzed 1.45 ft2 c ite | lati OBS00. 6 B
Hilti X-HSN 24, 6” o.c. topmost layer min. 2-nch | gomgun stoct ace Bt somurac omposite Insulation 08500, -
thick Flat Plate or Drill Tec 3” DF Steel Insulation o
Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD
One or more layer(s Fastener, Drill-Tec #15 DF Fastener, Drill-
EnergyGuard Py| i( ) Tec XHD Fastener or Drill-Tec #15 EHD LRF-M, LRF-
Min. 22 ga., Type B, Grade 80 | e |g¥_ ua £ olyl SOG d Fastener with Drill-Tec 3” Recessed Steel 1 Min. 2.0-inch E G d Polviso | lati M Canister,
. nsulation or EnergyGuar Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” per in. 2.0-inch EnergyGuard Polyiso Insulation,
5-140. steel; 6 ft span, #12 HWH Ultra Polyiso Insulation; Flat Stec{glEt®, Orill-Tec 3 in. Ribbeq 1.0ft> | EnergyGuard Ultra Polyiso Insulation LRP-XF or Pve-as 1350
Teks 5, 6” o.c. topmost layer min. 2 inlch Galvalume Plate (Flat), Drill-Tec 3” : 0B500, 4-
s e Standard Steel Plate, Drill-Tec AccuTrac .
thick Flat Plate or Drill Tec 3” DF Steel Insulation inch o.c.
Plate
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN EVERGUARD WB181 BONDING ADHESIVE:
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso . . . .
. K . 1 per Additional optional layers, min. 0.5-inch base
S-141. steel or min. 2,500 psi Insulation or Note 2 P ) i II i Pt 4 : : LRF-M PVCF-WB -45.0*
2.0 ft insulation
structural concrete EnergyGuard Ultra
Polyiso Insulation
in 2-inch Ener, r
Min. 22 ga., Type B, Grade 33 PM(;risc)ngsuIa'goin:Ja \ 1 per Additional optional layers, min. 0.5-inch base
$-142. | steel or min. 2,500 psi v Note 2 per | Acditionalop yers, min. 2. LRF-M PVCF-WB -45.0%
structural concrete EnergyGuard Ultra 4.0 ft insulation
Polyiso Insulation
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per Additional optional layer(s), min. 0.5-inch base
S-143. steel or min. 2,500 psi Insulation or Note 2 ) (?ftz insulation followed by Min. 0.25-inch DensDeck LRF-M PVCF-WB -45.0*
structural concrete EnergyGuard Ultra ’ Prime or SECUROCK Gypsum-Fiber Roof Board
Polyiso Insulation
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
Min. 22 ga., Type B, Grade 33 ’;ﬂr;;?g:jgg;ﬁyﬁfard 1 per Additional optional layer(s), min. 0.5-inch base
S-144. steel or min. 2,500 psi Eneyr Guard Ultra Note 2 4 (’)thz insulation followed by Min. 0.25-inch DensDeck LRF-M PVCF-WB -45.0*
structural concrete .gy . ’ Prime or SECUROCK Gypsum-Fiber Roof Board
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 . .
. ; Min. 2-inch EnergyGuard . . .
5-145. steel; 6 ff’span, #12 HWH Polyiso Insulation, Note 2 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRE-M PVCF-WB -60.0
Teks 5, 6” o.c. or structural 1.3 ft? Board
EnergyGuard RA
concrete
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso » . . .
) . ) 1 A | I N . 0.5-inch
5-146. | steel or min. 2,500 psi Insulation or Note 2 per | Additional optional layars, min. 0.5-inch base LRF-XF PVCF-WB -45.0*
2.0ft? insulation
structural concrete EnergyGuard Ultra
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 glgriigr:r::uf:g;iyc?ruard 1 per Additional optional layers, min. 0.5-inch base
$-147. | steel or min. 2,500 psi v Note 2 P ! natop vers, min. S. LRF-XF PVCF-WB -45.0*
EnergyGuard Ultra 4.0 ft? insulation
structural concrete A .
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 . )
. ; Min. 2-inch EnergyGuard . . )
5-148. steel; 6 f'f’span, #12 HWH Polyiso Insulation, Note 2 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRE-XE PVCE-WB -60.0
Teks 5, 6” o.c. or structural 1.3 ft> | Board
EnergyGuard RA
concrete
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso . . . .
5-149. | steel or min. 2,500 psi Insulation or Note 2 Lper | Additional optional layers, min. 0.5-inch base 0B500 PVCF-WB -45.0%
2.0ft? insulation
structural concrete EnergyGuard Ultra
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 gfgrégf:g:ufggggnvg:iard 1 per Additional optional layers, min. 0.5-inch base
$-150. | steel or min. 2,500 psi v Note 2 P naaitional op yers, min. & 0B500 PVCF-WB -45.0%
EnergyGuard Ultra 4.0 ft? insulation
structural concrete . )
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 . R . . .
151, steel or min. 2,500 psi Min. 1.5-inch Note 2 1 per2 Min. 0.25 .|nch DensDeck Prime or SECUROCK 0B500 PVCE-WB _45.0*
EnergyGuard RA 2.0 ft Gypsum-Fiber Roof Board
structural concrete
Min. 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per Additional optional layer(s), min. 0.5-inch base
S-152. steel or min. 2,500 psi Insulation or Note 2 5 gftz insulation followed by Min. 0.25-inch DensDeck 0OB500 PVCF-WB -45.0*
structural concrete EnergyGuard Ultra ’ Prime or SECUROCK Gypsum-Fiber Roof Board
Polyiso Insulation
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) Type asen tac Type ac (Note 15) (psf)
yp (Note 11) (Note 17) yp (Notes 6,7,8)
. Min 2-inch EnergyGuard . . . .
Min. 22 ga., Type B, Grade 33 Polviso Insulation oF 1 per Additional optional layer(s), min. 0.5-inch base
S-153. steel or min. 2,500 psi v Note 2 P insulation followed by Min. 0.25-inch DensDeck OB500 PVCF-WB -45.0*
EnergyGuard Ultra 4.0 ft?
structural concrete Polyi?c/) Insulation ’ Prime or SECUROCK Gypsum-Fiber Roof Board
Min. 22 ga., Type B, Grade 33 . .
Min. 2-inch EnergyGuard ) . )
steel; 6 ft span; #12 HWH X . 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof
-154. ! ! Polyiso Insulation Note 2 B PVCF-WB -60.
S Teks 5, 6” o.c. or structural v ! ote 1.3 ft2 Board 08500 ¢ 60.0
EnergyGuard RA
concrete
Min. 2 x 48 x 96-inch
Min. 22 ga., Type B, Grade 33 . . 4 . 0OB500, LRF-
EnergyGuard Polyiso 1 per Min. 0.5-inch DensDeck Prime or EnergyGuard HD
- . I; 6 f #12 HWH Tek . . M or LRF-XF, - -52.
LB stee", 6 ft span, exs Insulation or EnergyGuard Note 2 1.8 ft2 Polyiso Cover Board .or PVCF-WB 525
5, 6” o.c. Ultra 6-inch o.c.
Min. 2 x 48 x 96-inch
Min. 22 ga., Type B, Grade 33 . . . . 0OB500, LRF-
EnergyGuard Polyiso 1 per Min. 0.5-inch DensDeck Prime or EnergyGuard HD
- o I; 6 f #12 HWH Tek . . M or LRF-XF, - -75.
S stee", 6 ft span, exs Insulation or EnergyGuard Note 2 1.6 ft2 Polyiso Cover Board .or PVCF-WB 750
5, 6” o.c. Ultra 6-inch o.c.
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
EnergyGuard Polyiso | Tt ko ot o LRF-M, LRF-
Min. 22 ga., Type B, Grade 33 | Insulation or EnergyGuard Fastener or Drill-Tec #15 EHD Fastener 1 per . . . . M Canister,
S-157. steel Ultra Polyiso Insulation; with Drill-Tec 3" Recessed Stel plate, Drill 532 Min. 2.0-inch Ultra HD Composite Insulation LRE-XF or PVCF-WB -45.0*
I . inch Tec 3” Steel Plate, Drill-Tec 3” Flat Steel
topmost layer min. 2-inc Plate, Drill-Tec 3 in. Ribbed Galvalume OB500
thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3"
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14DF
EnergyGuard Poyiso | PR, DU TSR 0 e ot LRF-M, LRF-
Min. 22 ga., Type B, Grade 33 | Insulation or EnergyGuard Fastener or Drill-Tec #15 EHD Fastener 1 per . . . . M Canister,
S-158. steel Ultra Polyiso Insulation; with Drill-Tec 3" Recessed Steel Plate, Drill 3262 Min. 2.0-inch Ultra HD Composite Insulation LRE-XF or PVCF-WB -45.0*
. Tec 3” Steel Plate, Drill-Tec 3” Flat Steel
tOmeSt Iayer min. 1.5- Plate, Drill-Tec 3 in. Ribbed Galvalume 0OB500
inch thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck h Roof Cover MDP
No. (Note 1) Type Fasten GEZLL Type Attac (Note 15) (psf)
(Note 11) (Note 17) (Notes 6,7,8)
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more |ayer(5) Tec #14 Fastener, Drill-Tec #14 DF
Min. 22 ga., Type B, Grade 33 EnergyGuard Polyiso ;Zi‘s’l';r["E;';'::ﬁ;ﬁ:ﬁ:jsfg;" prill LRF-M, LRF-
steel; 6 ft span, #12 HWH Teks Insulation or EnergyGuard Fastener or Drill-Tec #15 EHD Fastener 1 per . . . . M Canister,
S-159. 4, #12 HWH Teks 5 or Hilti X- Ultra Polyiso Insulation; with Drill-Tec 3" Recessed Steel Plate, Drill- 2082 Min. 2.0-inch Ultra HD Composite Insulation LRE-XE or PVCF-WB -60.0
HSN 24 6” o.c topmost Iayer min. 2-inch Tec 3” Steel Plate, Drill-Tec 3” Flat Steel 0OB500
’ b . Plate, Drill-Tec 3 in. Ribbed Galvalume
thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastgner, Drill-Tec #14 DF ) LRE-M. LRE-
Min. 22 ga., Type B, Grade 33 EnergyGuard Polyiso zz‘s;‘:gg E'L';I:ﬁﬁﬁ:ﬁfjﬁfﬁﬁ" rill- M Canlister
steel; 6 ft span, #12 HWH Teks Insulation or EnergyGuard Fastener or Drill-Tec #15 EHD Fastener 1 per . . . . !
P b s . . I ” : . 2.0 LRF-XF or - -67.5
5-160 4, #12 HWH Teks 5 or Hilti X- Ultra Polyiso Insulation; with Drill-Tec 3" Recessed Steel Plate, Drill- | 1 g ft2 Min. 2.0-inch Ultra HD Composite Insulation ° PVCF-WB
HSN 24 6” o.c topmost Iayer min. 2-inch Tec 3” Steel Plate, Drill-Tec 3” Flat Steel OBSOO, 6-
’ i i Plate, Drill-Tec 3 in. Ribbed Galvalume B
thick Plate (Flat), Drill-Tec 3” Standard Plate, inch o.c.
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 HD LRE-M. LRE-
Min. 22 ga.. Type B, Grade 33 N Fastener, Drill-Tec #15 DF Fastener, Drill- . ) . . ’
steel: 6 fgt s;’)a:p#lzl HWH ansirl?t/;:ac:f Ep:glgs;/oGuard Tec XHD Fastener or Drill-Tec #15 EHD 1 per Min. 2.0-inch EnergyGuard Polyiso Insulation, M Canister,
; Fastener with Drill-Tec 3” Recessed Steel . .
-161. ’ ¢ ) ) ; z ’ ) Ener rd Ultra Polyiso Insulation or Ultra HD LRF-XF or - -67.
5-161 Teks 4, #12 HWH Teks 5 or Ultra Polyiso Insulation; Pl'atef Dr:”’lTe°3 ?rlee' PlatliDPTec 3 1.6 ft? c € gyG.ua Id Ult a Folylsonsu ation or Ultra 0B500 06 PVCF-WB 67.5
Hilti X-HSN 24, 6" o.c. topmost ayer min. 2-nch | ¢, S A omposite fnsuiation M
thick Standard Steel Plate, Drill-Tec AccuTrac Inch o.c.
Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD
One or more |ayer(5) Fastener, Drill-Tec #15 DF Fastener, Drill- LRE-M. LRE
Min. 22 ga. Type B, Grade 33 o Tec XHD Fastener or Drill-Tec #15 EHD . . . . - ’ -
g3 1ype 5, Energyguard Polyiso Fastener with Drill-Tec 3” Recessed Steel Min. 2.0-inch EnergyGuard Polyiso Insulation, M Canister,
S-162 steel; 6 ft span, #12 HWH Insulation or EnergyGuard PAGR-Tec 3 stigllate, Drill Tee 37 1 per EnergyGuard Ultra Polyiso Insulation or Ultra HD LRF-XF or PVCF-WB -75.0
’ Teks 4, #12 HWH Teks 5 or Ultra Polyiso Insulation; F'al‘ S‘Iee' P'alte' D””'TEC%I:"' Ribbed 1.45 ft? c gYs Insulati v OB500. 6 ’
Hilti X-HSN 24, 6” o.c. topmost layer min. 2-inch | o e R et Ee e e omposite Insulation A
thick Flat Plate or Drill Tec 3” DF Steel Insulation inch o.c.
Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD
One or more layer(s Fastener, Drill-Tec #15 DF Fastener, Drill-
EnerevGuard PZI I(SO) Tec XHD Fastener or Drill-Tec #15 EHD LRF-M, LRF-
Min. 22 ga., Type B, Grade 80 8Y i Fastener with Drill-Tec 3” Recessed Steel M Canister,
ga., lype b, . . . . . )
. Insulation or EnergyGuard Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” 1 per Min. 2.0-inch EnergyGuard Polyiso Insulation,
S-163. steel; 6 ft span, #12 HWH ; ) Flat Steel Plate, Drill-Tec 3 in. Ribbed ) . . LRF-XF or PVCF-WB -135.0
” Ultra Polyiso Insulation; at steel late, Dril-tec 3 in. Riboe 1.0ft EnergyGuard Ultra Polyiso Insulation
Teks 5, 6” o.c. | in. 2-inch Galvalume Plate (Flat), Drill-Tec 3” 0B500, 4-
tOmeSt ayer min. Z-inc Standard Steel Plate, Drill-Tec AccuTrac inch o.c
thick Flat Plate or Drill Tec 3” DF Steel Insulation o
Plate
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN LRF ADHESIVE M OR LRF ADHESIVE O:
Min. 22 ga., Type B, Grade 33 ’;ﬂr;;?g:jgg;ﬁyﬁfard 1 per Min. 0.5-inch base insulation followed, by Min. LRE-M or PVCF-LM (12-inch
S-164. steel or min. 2,500 psi v Note 2 P 0.25-inch DensDeck Prime or SECUROCK Gypsum- o.c.) or PVCF-LO -45.0*
EnergyGuard Ultra 4.0 ft? ; 0OB500 ;
structural concrete . . Fiber Roof Board (12-inch o.c.)
Polyiso Insulation
. Min 2-inch EnergyGuard
5-165 2;';’; iﬁ gma|r; szpsgg’ Csiirade 3 Polyiso Insulation or Note 2 1 per Min. 0.5-inch base insulation followed, by Min. LRF-M or PVCF-LM (12-inch 45.0*
’ T P EnergyGuard Ultra 4.0 ft2 | 0.25-inch DEXcell FA Glass Mat Roof Board 0B500 o.c.) ’
structural concrete . )
Polyiso Insulation
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per Optional layers of min. 0.5-inch base insulation LRF-M or PVCF-LM (12-inch
S-166. steel or min. 2,500 psi Insulation or Note 2 ) (;)ftz followed by Min. 0.25-inch DensDeck Prime or 0B500 o.c.) or PVCF-LO -45.0*
structural concrete EnergyGuard Ultra ’ SECUROCK Gypsum-Fiber Roof Board (12-inch o.c.)
Polyiso Insulation
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso Optional layers of min. 0.5-inch base insulation .
. K . 1 K . LRF-M PVCF-LM (12-inch
S-167. steel or min. 2,500 psi Insulation or Note 2 perz followed by Min. 0.25-inch DEXcell FA Glass Mat or ¢ (12-inc -45.0*
2.0 ft 0OB500 o.c.)
structural concrete EnergyGuard Ultra Roof Board
Polyiso Insulation
. Optional layers of min. 0.5-inch EnergyGuard .
5168 gg; iﬁ ﬁflr; nggg' Csiirade 3 Min. 2-inch EnergyGuard Note 2 1 per Polyiso Insulation followed by Min. 0.25-inch LRF-M or Z\Z%FOI;“S\/(::‘;?L? -45.0%
’ T P Polyiso Insulation 2.9ft2 | DensDeck Prime or SECUROCK Gypsum-Fiber Roof 0B500 . ’
structural concrete (4-inch o.c.)
Board
Min. 22 ga.., Type B, G.rade 33 Min. 2-inch EnergyGuard 1 per Optl.onal Iayer:f, of min. 0.5-inch anergyGL.Jard LRE-M or PVCF-LM (4-inch
S-169. steel or min. 2,500 psi Polviso Insulation Note 2 292 Polyiso Insulation followed by Min. 0.25-inch OB500 0.) -45.0*
structural concrete Y ’ DEXcell FA Glass Mat Roof Board -
Min. 22 ga., Type B, Grade 33 | Min. 1.5-inch OptlF)naI Iayerﬁ of min. 0.5-inch I—?nergyGl.Jard PVCF-LM (4-inch
S-170 steel or min. 2,500 psi EnergyGuard Polyiso Note 2 1 per Polyiso Insulation followed by Min. 0.25-inch LRF-M or o.c.) or PVCF-LO 45.0*
’ S0P = v 2.0ft> | DensDeck Prime or SECUROCK Gypsum-Fiber Roof 0B500 . ’
structural concrete Insulation (4-inch o.c.)
Board
Min. 22 ga., Type B, Grade 33 | Min. 1.5-inch Optional layers of min. 0.5-inch EnergyGuard .
1 LRF- -L| -
S-171. steel or min. 2,500 psi EnergyGuard Polyiso Note 2 ) (’;?trz Polyiso Insulation followed by Min. 0.25-inch oRBFsg/(l) or Z\ZC)F M (4-inch -45.0*
structural concrete Insulation ’ DEXcell FA Glass Mat Roof Board o
Min. 22 ga., Type B, Grade 33 . . .
Min. 2-inch E Guard PVCF-LM (4-inch
steel; 6 ft span; #12 HWH M. £-Inch LNErgyLuar 1per | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRF-M or (4-inc
S-172. ” Polyiso Insulation, Note 2 o.c.) or PVCF-LO -60.0
Teks 5, 6” o.c. or structural 1.3 ft? Board OB500 .
concrete EnergyGuard RA (4-inch o.c.)
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
Min. 22 ga., Type B, Grade 33 ’;ﬂr;;?g:jgg;ﬁyﬁfard 1 per Min. 0.5-inch base insulation followed, by Min. PVCF-LM (12-inch
S-173. steel or min. 2,500 psi v Note 2 P 0.25-inch DensDeck Prime or SECUROCK Gypsum- LRF-XF o.c.) or PVCF-LO -45.0*
EnergyGuard Ultra 4.0 ft? . ;
structural concrete . . Fiber Roof Board (12-inch o.c.)
Polyiso Insulation
. Min 2-inch EnergyGuard
Min. 22 ga., T B
5174 sttler:el or gma|r; 2yp5?)0’ Csiirade 3 Polyiso Insulation or Note 2 1 per Min. 0.5-inch base insulation followed, by Min. LRE-XE PVCF-LM (12-inch _45.0*
’ T P EnergyGuard Ultra 4.0 ft2 | 0.25-inch DEXcell FA Glass Mat Roof Board o.c.) ’
structural concrete A .
Polyiso Insulation
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso foer Optional layers of min. 0.5-inch base insulation PVCF-LM (12-inch
S-175. steel or min. 2,500 psi Insulation or Note 2 ) (;)ftz followed by Min. 0.25-inch DensDeck Prime or LRF-XF o.c.) or PVCF-LO -45.0*
structural concrete EnergyGuard Ultra ’ SECUROCK Gypsum-Fiber Roof Board (12-inch o.c.)
Polyiso Insulation
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per Optional layers of min. 0.5-inch base insulation PVCF-LM (12-inch
S-176. steel or min. 2,500 psi Insulation or Note 2 P b followed by Min. 0.25-inch DEXcell FA Glass Mat LRF-XF -45.0*
2.0 ft o.c.)
structural concrete EnergyGuard Ultra Roof Board
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 | . _ . Optional layers of min. 0.5-inch EnergyGuard PVCF-LM (4-inch
5177 steel or min. 2,500 osi Min. 2-inch EnergyGuard Note 2 1 per Polyiso Insulation followed by Min. 0.25-inch LREXE 0.¢.) or PVCF-LO -45.0%
’ o P Polyiso Insulation 2.9 ft2 | DensDeck Prime or SECUROCK Gypsum-Fiber Roof - ’
structural concrete (4-inch o.c.)
Board
Min. 22 ga., Type B, Grade 33 . . Optional layers of min. 0.5-inch EnergyGuard .
Min. 2-inch E 1 PVCF-LM (4-inch
S-178. steel or min. 2,500 psi Polln isollr:]CSUIa:itec:fyGuard Note 2 ) 9’)?:2 Polyiso Insulation followed by Min. 0.25-inch LRF-XF o cc) (4-inc -45.0*
structural concrete v ’ DEXcell FA Glass Mat Roof Board o
Min. 22 ga., Type B, Grade 33 | Min. 1.5-inch 1 per S&:;Eﬁ::ﬁ?ﬂg:r&xéz-w;nﬁ:eggg?:éﬁ PVCF-LM (4-inch
- i i i s YT - - - *
S-179. steel or min. 2,500 psi Energyguard Polyiso Note 2 2.0 f22 DensDeck Prime or SECUROCK Gypsum-Fiber Roof LRF-XF o.c:) or PVCF-LO 45.0
structural concrete Insulation (4-inch o.c.)
Board
Min. 22 ga., Type B, Grade 33 | Min. 1.5-inch 1 per Optional layers of min. 0.5-inch EnergyGuard PVCF-LM (4-inch
S-180. steel or min. 2,500 psi EnergyGuard Polyiso Note 2 ) (’))ftz Polyiso Insulation followed by Min. 0.25-inch LRF-XF 0c) -45.0*
structural concrete Insulation ’ DEXcell FA Glass Mat Roof Board o
Min. 22 ga., Type B, Grade 33 . . .
steel; 6 ft span; #12 HWH M|n..2 N En.ergyGuard 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof PVCF-LM (4-inch
S-181. ” Polyiso Insulation, Note 2 5 LRF-XF o.c.) or PVCF-LO -60.0
Teks 5, 6” o.c. or structural 1.3 ft Board .
concrete EnergyGuard RA (4-inch o.c.)
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) Type asen tac Type ac (Note 15) (psf)
yp (Note 11) (Note 17) yp (Notes 6,7,8)
Min. 22 ga., Type B, Grade 33 g:; 2 éjjrz ?’i_llr:zz 1 per Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- OB500, LRF- PVCF-LM (4-inch
S-182. steel; 6 ft span, #12 HWH Teks gy- u Note 2 P Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | o.c.) or PVCF-LO -52.5
" Insulation or EnergyGuard 1.8 ft2 . .
5,6” o.c. Board 6-inch o.c. (4-inch o.c.)
Ultra
Min. 22 ga., Type B, Grade 33 2/:2'; 2 éj:r)(; gPi_Im;z 1 per Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- OB500, LRF- PVCF-LM (4-inch
S-183. steel; 6 ft span, #12 HWH Teks gy- 4 Note 2 p Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | o.c.) or PVCF-LO -75.0
" Insulation or EnergyGuard 1.6 ft2 . .
5,6” o.c. Board 6-inch o.c. (4-inch o.c.)
Ultra
Min. 22 ga., Type B, Grade 80 2/:2'; 2 éj:r)(; gPi_Im;z 1 per Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- OB500, LRF- PVCF-LM (4-inch
S-184. steel; 6 ft span, #12 HWH Teks gy- 4 Note 2 P Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | o.c.) or PVCF-LO -105.0
" Insulation or EnergyGuard 1.0 ft2 . .
5,6” o.c. Board 4-incho.c. (4-inch o.c.)
Ultra
Min. 22 ga., Type B, Grade 80 2/:2'; 2 éj:r)(; gPi_Im;z Note 2 or Drill Tec #12 DF Fastener 1 per Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- OB500, LRF- PVCF-LM (4-inch
S-185. steel; 6 ft span, two (2) #12 Insuli\t/ion or Ene\; Guard or Drill Tec #14 DF Fastener with 1 (;)ftz Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, | o.c.) or PVCF-LO -157.5
HWH Teks 5, 6” o.c. Ultra gy Drill Tec 3” DF Steel Insulation Plate . Board A-inch o.c. (4-inch O.C.)
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN SPATTER APPLICATIONS:
. Min 2-inch EnergyGuard . : R . .
Min. 22 ga., T B . 0.5-inch | foll Min.
n ga. »1YPE B, G.rade 3 Polyiso Insulation or 1 per Mm 0 princh base msu. ation followed, by Min LRF-M or PVCF-XF or PVCF- «
S-186. steel or min. 2,500 psi Note 2 A 0.25-inch DensDeck Prime or SECUROCK Gypsum- -45.0
EnergyGuard Ultra 4.0 ft . 0OB500 OB
structural concrete . . Fiber Roof Board
Polyiso Insulation
. Min 2-inch EnergyGuard
Min. 22 ga., T B
5187 st(lar:el or ﬁflr; g’;?)o, Csiirade 3 Polyiso Insulation or Note 2 1 per Min. 0.5-inch base insulation followed, by Min. LRF-M or PVCE-XF 45.0*
’ T P EnergyGuard Ultra 4.0 ft2 | 0.25-inch DEXcell FA Glass Mat Roof Board 0B500 ’
structural concrete . )
Polyiso Insulation
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso Optional layers of min. 0.5-inch base insulation
1 LRF-M PVCF-XF or PVCF-
S-188. steel or min. 2,500 psi Insulation or Note 2 ) g?trz followed by Min. 0.25-inch DensDeck Prime or OBSOOor OBC orpPve -45.0*
structural concrete EnergyGuard Ultra ’ SECUROCK Gypsum-Fiber Roof Board
Polyiso Insulation
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per Optional layers of min. 0.5-inch base insulation LRE-M or
S-189. steel or min. 2,500 psi Insulation or Note 2 P ) followed by Min. 0.25-inch DEXcell FA Glass Mat PVCF-XF -45.0*
2.0 ft OB500
structural concrete EnergyGuard Ultra Roof Board
Polyiso Insulation
. Optional layers of min. 0.5-inch EnergyGuard
.22 ga. B . . . . R .
5190 s'\f:er:el or ﬁ'\aw; T;/F;ZO, Csiirade 3 Min. 2-inch EnergyGuard Note 2 1 per Polyiso Insulation followed by Min. 0.25-inch LRF-M or PVCF-XF or PVCF- _45.0*
’ T P Polyiso Insulation 2.9 ft2 DensDeck Prime or SECUROCK Gypsum-Fiber Roof 0B500 OB ’
structural concrete Board
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
Min. 22 ga., Type B, Grade 33 R . Optional layers of min. 0.5-inch EnergyGuard
S-191. steel or min. 2,500 psi mr'iszoﬁc::]i:sfye]uard Note 2 21;:; Polyiso Insulation followed by Min. 0.25-inch I(';;FS('\)/(I) or PVCF-XF -45.0*
structural concrete Y ’ DEXcell FA Glass Mat Roof Board
. . . Optional layers of min. 0.5-inch EnergyGuard
5192 :f;:l iﬁ ia"; szggg’ (:‘irade 3 2/:; 12:2:2 Polviso Note 2 1 per Polyiso Insulation followed by Min. 0.25-inch LRF-M or PVCF-XF or PVCF- 45.0%
’ T P gy. v 2.0ft> | DensDeck Prime or SECUROCK Gypsum-Fiber Roof 0B500 0B ’
structural concrete Insulation
Board
Min. 22 ga., Type B, Grade 33 | Min. 1.5-inch Optional layers of min. 0.5-inch EnergyGuard
. . . 1 per \ K . . LRF-M or «
S-193. steel or min. 2,500 psi EnergyGuard Polyiso Note 2 ) Polyiso Insulation followed by Min. 0.25-inch PVCF-XF -45.0
) 2.0 ft 0B500
structural concrete Insulation DEXcell FA Glass Mat Roof Board
Min. 22 ga., Type B, Grade 33 | Min 2-inch EnergyGuard
5194 steel; 6 ft span; #12 HWH Polyiso Insulation, Note 2 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRF-M or PVCF-XF or PVCF- 525
’ Teks 5, 6” o.c. or structural EnergyGuard Ultra 2.0 ft2 Board 0B500 OB ’
concrete Polyiso Insulation
Min. 22 ga., Type B, Grade 33 . )
G195 | steel:6ftspan; #12 HWH ';/(')'I”'iszo'&cszgzgfy‘s”ard Note 2 1per | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRF-M or PVCF-XFor PVCF- |
' Teks 5, 6” o.c. or structural Y ! 1.3 ft2 Board 0OB500 OB ’
EnergyGuard RA
concrete
Min 2-inch E
Min. 22 ga., Type B, Grade 33 Pc:ln ison:gsulggggnyg:]ard 1 per Min. 0.5-inch base insulation followed, by Min. PVCE-XF or PVCE-
S-196. steel or min. 2,500 psi v Note 2 P 0 0.25-inch DensDeck Prime or SECUROCK Gypsum- LRF-XF -45.0*
EnergyGuard Ultra 4.0 ft . OB
structural concrete . ) Fiber Roof Board
Polyiso Insulation
Min. 22 ga., Type B, Grade 33 'F\’/cl:lr\]/ii;:rl]r::ufgggiygruard 1 per Min. 0.5-inch base insulation followed, by Min
-197. | in. 2 i el ! ' - - -45.0*
gy steel or min. 2,500 psi EnergyGuard Ultra Noteg 4.0 ft? 0.25-inch DEXcell FA Glass Mat Roof Board LRF-XF PVCF-XF 45.0
structural concrete . )
Polyiso Insulation
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per Optional layers of min. 0.5-inch base insulation PVCE-XF or PVCE-
S-198. steel or min. 2,500 psi Insulation or Note 2 5 gﬂz followed by Min. 0.25-inch DensDeck Prime or LRF-XF o8 -45.0*
structural concrete EnergyGuard Ultra ’ SECUROCK Gypsum-Fiber Roof Board
Polyiso Insulation
Min 1.5-inch
Min. 22 ga., Type B, Grade 33 | EnergyGuard Polyiso 1 per Optional layers of min. 0.5-inch base insulation
S-199. steel or min. 2,500 psi Insulation or Note 2 5 gﬂz followed by Min. 0.25-inch DEXcell FA Glass Mat LRF-XF PVCF-XF -45.0*
structural concrete EnergyGuard Ultra : Roof Board
Polyiso Insulation
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) T asen tac T ac (Note 15) (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8)
. Optional layers of min. 0.5-inch EnergyGuard
$-200 's\fclaz.l iﬁ gma:r; ng%g’ Cs-iirade 33 Min. 2-inch EnergyGuard Note 2 1 per Polyiso Insulation followed by Min. 0.25-inch R PVCF-XF or PVCF- 45.0*
’ structural c<).n<;retep Polyiso Insulation 2.9 ft?> | DensDeck Prime or SECUROCK Gypsum-Fiber Roof 0B ’
Board
Min. 22 ga., Type B, Grade 33 . ) Optional layers of min. 0.5-inch EnergyGuard
Min. 2-inch E 1
$-201. | steel or min. 2,500 psi PO'I” iso'&Zula:gfyG“ard Note 2 N ;?t'z Polyiso Insulation followed by Min. 0.25-inch LRF-XF PVCF-XF -45.0%
structural concrete v ’ DEXcell FA Glass Mat Roof Board
. . . Optional layers of min. 0.5-inch EnergyGuard
5202 :f;:l iﬁ ia"; szggg' (:‘irade 3 2/:; 12;2:2 Polviso Note 2 1 per Polyiso Insulation followed by Min. 0.25-inch LRE-XF PVCF-XF or PVCF- -45.0*
’ structural cc;néretep Insulg\t/ion v 2.0 ft2 | DensDeck Prime or SECUROCK Gypsum-Fiber Roof 0B ’
Board
Min. 22 ga., Type B, Grade 33 | Min. 1.5-inch 1 per Optional layers of min. 0.5-inch EnergyGuard
S-203. steel or min. 2,500 psi EnergyGuard Polyiso Note 2 ) (;)ftz Polyiso Insulation followed by Min. 0.25-inch LRF-XF PVCF-XF -45.0*
structural concrete Insulation ’ DEXcell FA Glass Mat Roof Board
Min. 22 ga., Type B, Grade 33 | Min 2-inch EnergyGuard
steel; 6 ft span; #12 HWH Polyiso Insulation, 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof PVCF-XF or PVCF-
5-204. Teks 5, 6” o.c. or structural EnergyGuard Ultra Note 2 2.0 ft2 Board LRF-XF OB 525
concrete Polyiso Insulation
Min. 22 ga., Type B, Grade 33 . .
<05 | steel; 6 ftspan; #12 HWH mr'i:o'n]itg:gfy(;”ard Note 2 1per | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRFXF PVCF-XFor PVCF- |
: Teks 5, 6” o.c. or structural v ! 1.3 ft? Board OB ’
EnergyGuard RA
concrete
Min. 22 ga., Type B, Grade 33 | Min. 2-inch EnergyGuard
l; 6 fi ; 5/8” | Polyiso Insulati 1
$-206. ‘S;:fd's %,,t 05'232; it/icfl:’i? € Eﬁeyr';sG:Z‘:;Eft':a°r Note 2 L ;?trz Min. 1.5-inch x max. 4x4 ft base insulation 0B500 PVCF-OB -60.0
concrete Polyiso Insulation
Optional layers of min. 1.5-inch x max. 4x4 ft base
insulation followed by min. 0.25-inch x max. 4x4 ft
Min. 22 ga., Type B, Grade 33 | Min. 2-inch EnergyGuard DensDeck Prime or SECUROCK Gypsum-Fiber Roof
steel; 6 ft span; 5/8” puddle Polyiso Insulation or 1 per Board or min. 0.5-inch x max. 4x4 ft EnergyGuard
-207. . B -OB -60.
5-207 welds 6” o.c. or structural EnergyGuard Ultra Note 2 1.8 ft? HD Polyiso Cover Board or EnergyGuard HD Plus 08500 PVCF-O 60.0
concrete Polyiso Insulation Polyiso Cover Board or min. 1.5-inch EnergyGuard
Polyiso-HD Composite Insulation or Ultra HD
Composite Insulation
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) Type asen tac Type ac (Note 15) (psf)
yp (Note 11) (Note 17) yp (Notes 6,7,8)
Min. 0.25-inch SECUROCK Gypsum-Fiber Roof
Min. 22 ga., Type B, Grade 33 | Min. 2-inch EnergyGuard Board or or min. 0.5-inch x max. 4x4 ft EnergyGuard
steel; 6 ft span; 5/8” puddle Polyiso Insulation or 1 per HD Polyiso Cover Board or EnergyGuard HD Plus
S-208. Note 2 . . g OB500 PVCF-OB -67.5
welds 6” o.c. or structural EnergyGuard Ultra ote 1.8 ft? Polyiso Cover Board or min. 1.5-inch EnergyGuard
concrete Polyiso Insulation Polyiso-HD Composite Insulation or Ultra HD
Composite Insulation
Min. 22 ga,, Type B, Grade 33 Min. 2 x 48 x 96-|n.ch Adqunal optional Iayer.(s), min. 1.0-inch base . 0B500, LRF-
$-209 steel: 6 ft span, #12 HWH Teks EnergyGuard Polyiso Note 2 1 per insulation followed by min. 0.5-inch DensDeck Prime, M or LRE-XF PVCF-XF or PVCF- 525
' L pan, Insulation or EnergyGuard 1.8 ft2 SECUROCK Gypsum-Fiber Roof Board or EnergyGuard . | OB '
5,6”o.c. . 6-inch o.c.
Ultra HD Polyiso Cover Board
Min. 22 ga,, Type B, Grade 33 Min. 2 x 48 x 96-|n.ch Adqunal optional Iayer.(s), min. 1.0-inch base . 0B500, LRF-
5210 steel: 6 ft span, #12 HWH Teks EnergyGuard Polyiso Note 2 1 per insulation followed by min. 0.5-inch DensDeck Prime, M or LRE-XF PVCF-XF or PVCF- 75.0
' L pan, Insulation or EnergyGuard 1.6 ft2 SECUROCK Gypsum-Fiber Roof Board or EnergyGuard . | OB '
5,6”o.c. . 6-inch o.c.
Ultra HD Polyiso Cover Board
Min. 22 ga., Type B, Grade 80 'Evr'"zr 2 éj:r’é iil'"lzz Loer | Min. 05-inch DensDeck Prime, SECUROCK Gypsum- L A ——
S-211. steel; 6 ft span, #12 HWH Teks gy_ y Note 2 p Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, -105.0
" Insulation or EnergyGuard 1.0 ft2 } OB
5,6” o.c. Board 4-inch o.c.
Ultra
Min. 2 x 4 -inch
Min. 22 ga., Type B, Grade 80 | éu:’é iil'"izo Note 2 or Drill Tec #12 DF Fastener |, | Min. 0.5inch DensDeck Prime, SECUROCK Gypsum- L R ——
S-212. steel; 6 ft span, two (2) #12 lgy- 4 d or Drill Tec #14 DF Fastener with pf 5 Fiber Roof Board or EnergyGuard HD Polyiso Cover M or LRF-XF, -157.5
HWH Teks 5, 6” o.c. Il,rl]lsu ation or EnergyGuar Drill Tec 3” DF Steel Insulation Plate 10ft Board 4-inch o.c. OB
’ tra
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
. Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
Min. 22 T B Grade 33 :Enerlg\t/guard EPOIVISOG d Tec #15 DF Fastener, Drill-Tec XHD 1 k/?lz: M’ I;RF PVCF-LM
n. ga., lype b, Graae nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . . anister,
S-213. steel Ultra Polyiso Insulation; with Dril-Tec 3 Recessed Steel Plate, Dril- | 5 3 f2 Min. 2.0-inch Ultra HD Composite Insulation LRE-XF or (spatter), PVCF-XF -45.0*
| . . ! h Tec 3” Steel Plate, Drill-Tec 3” Flat Steel : or PVCF-OB
tOmeSt ayer min. 2-inc Plate, Drill-Tec 3 in. Ribbed Galvalume 0OB500
thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF
. Fastener, Drill-Tec #14 HD Fastener, Drill- _ _
Min. 22 T B Grade 33 :Enerlgy.Guard EPOIV'SOG d Tec #15 DF Fastener, Drill-Tec XHD 1 II;/lRlz: M’ I;RF PVCF-LM
in. 22 ga., Type B, Grade nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per ) . . . anister,
S-214. steel Ultra Polyiso Insulation; with Drill-Tec 3” Recessed Steel Plate, Drill | 3 2 2 Min. 2.0-inch Ultra HD Composite Insulation LREXF or (spatter), PVCF-XF -45.0*
. 1 Tec 3” Steel Plate, Drill-Tec 3” Flat Steel : or PVCF-OB
tOmeSt Iayer min. 1.5- Plate, Drill-Tec 3 in. Ribbed Galvalume 0OB500
inch thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck o e R Roof Cover MDP
No. (Note 1) Type asten IS Type ac (Note 15) (psf)
(Note 11) (Note 17) (Notes 6,7,8)
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more |ayer(5) Tec #14 Fastener, Drill-Tec #14 DF
Min. 22 ga., Type B, Grade 33 EnergyGuard Polyiso Fastener, Drill Tec #14 HD Fastener, Drill- LRF-M, LRF-
-I ng v yp#lz’ HWH Tek | Igy' £ i G d Tec #15 DF Fastener, Drill-Tec XHD 1 MC 4 " PVCF-LM
steel; 6 ft span, eKs nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . . anister,
S-215. 4, #12 HWH Teks 5 or Hilti X- Ultra Polyiso Insulation; with Drill-Tec 3" Recessed Steel Plate, Drill- 2082 Min. 2.0-inch Ultra HD Composite Insulation LRE-XE or (spatter), PVCF-XF 60.0
HSN 24, 6” o.c topmost layer min. 2-inch Tec 3” Steel Plate, Drill-Tec 3” Flat Steel OB500 or PVCF-OB
’ b . Plate, Drill-Tec 3 in. Ribbed Galvalume
thick Plate (Flat), Drill-Tec 3” Standard Plate,
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 DF LRE-M. LRE-
. . Fastener, Drill-Tec #14 HD Fastener, Drill- ’
Mm'l 262fga., Typlez’ g\r/\alf-leTai :Enerlgy§uard EPOIWSOG d Tec #15 DF Fastener, Drill-Tec XHD 1 M Canister, PVCF-LM
steel; 6 ft span, ekKs nsulation or EnergyGuar Fastener or Drill-Tec #15 EHD Fastener per . . . .
-216. s . . I " . . 2.0 LRF-XF or r), PVCF-XF -67.5
5-216 4, #12 HWH Teks 5 or Hilti X- Ultra Polyiso Insulation; with Drill-Tec 3" Recessed Steel Plate, Drill- | 1 g ft2 Min. 2.0-inch Ultra HD Composite Insulation ° (spatter), PVC
HSN 24 6” o.c tOmeSt Iayer min. 2-inch Tec 3” Steel Plate, Drill-Tec 3” Flat Steel OBSOO, 6- or PVCF-OB
’ i N Plate, Drill-Tec 3 in. Ribbed Galvalume B
thick Plate (Flat), Drill-Tec 3” Standard Plate, inch o.c.
Drill-Tec AccuTrac Flat Plate or Drill-Tec 3”
DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12
Fastener, Drill-Tec #12 DP Fastener, Drill-
One or more layer(s) Tec #14 Fastener, Drill-Tec #14 HD LRE-M. LRE-
Min. 22 ga., Type B, Grade 33 . Fastener, Drill-Tec #15 DF Fastener, Drill- . ) . . ’
steel: 6 fgt spa:p#lz HWH ansirl?t/;:ac:f Ep:glgs;/oGuard Tec XHD Fastener or Drill-Tec #15 EHD 1 per Min. 2.0-inch EnergyGuard Polyiso Insulation, M Canister, | PVCF-LM
; Fastener with Drill-Tec 3” Recessed Steel . .
-217. ’ ¢ ) ) ; z ’ ) Ener rd Ultra Pol Insulation or Ultra HD LRF-XF or r), PVCF-XF -67.
5-217 Teks 4, #12 HWH Teks 5 or Ultra Polyiso Insulation; Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3 1.6 ft2 e gyG_ua d Ult a olyiso Insulation or Ultra o (Spatte )’ c 67.5
Hilti X-HSN 24. 6” o.c topmost layer min. 2-inch Flat Steel Plate, Drill-Tec 3 in. Ribbed Composite Insulation OB500, 6- or PVCF-OB
= ’ .C. ‘ Galvalume Plate (Flat), Drill-Tec 3" .
thick Standard Steel Plate, Drill-Tec AccuTrac inch o.c.
Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD
One or more layer(s Fastener, Drill-Tec #15 DF Fastener, Drill-
Min. 22 ga., Type B Grade 33 EnereyGuard PZI I(S(Z Tec XHD Fastener or Drill-Tec #15 EHD LRF-M, LRF-
" N ‘ &Y ¥ Fastener with Drill-Tec 3" Recessed Steel Min. 2.0-inch EnergyGuard Polyiso Insulation, M Canister, | PVCF-LM
S-218 steel; 6 ft span, #12 HWH Insulation or EnergyGuard Pl Tec 3" SteglRate, Dril-Tec 37 1 per EnergyGuard Ultra Polyiso Insulation or Ultra HD LRF-XF or (spatter), PVCF-XF -75.0
: Teks 4, #12 HWH Teks 5 or Ultra Polyiso Insulation; Flat Steellate, Drill Tecs in. Ribbed 1.45 ft? ) . ! ’
Hilti X-HSN 24, 6” o.c topmost layer min. 2-inch Galvalume Plate (Flat), Drill-Tec 3” Composite Insulation OB500, 6- or PVCF-OB
= , L. ‘ Standard Steel Plate, Drill-Tec AccuTrac .
thick Flat Plate or Drill Tec 3” DF Steel Insulation inch o.c.
Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD
One or more layer(s Fastener, Drill-Tec #15 DF Fastener, Drill-
EnerevGuard PZI I(SO) Tec XHD Fastener or Drill-Tec #15 EHD LRF-M, LRF-
Min. 22 ga., Type B, Grade 80 gy‘ i Fastener with Drill-Tec 3” Recessed Steel . . . . M Canister, PVCF-LM
. Insulation or EnergyGuard Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” 1 per Min. 2.0-inch EnergyGuard Polyiso Insulation,
S-219. steel; 6 ft span, #12 HWH ; ) Flat Steel Plate, Drill-Tec 3 in. Ribbed ) . . LRF-XF or (spatter), PVCF-XF -135.0
Teks 5. 6” o.c Ultra Polyiso Insulation; G; ale‘:ne :l:tre (’F'lat)e;rw:"T-ec' 3"5 1.0ft EnergyGuard Ultra Polyiso Insulation OB500. 4 or PVCE-OB
) .C. . . valul , Drill- , 4- -
tOmeSt Iayer min. 2-inch Standard Steel Plate, Drill-Tec AccuTrac inch o.c
thick Flat Plate or Drill Tec 3” DF Steel Insulation o
Plate
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE AnD CAP PLY

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - . e MDP
No. (Note 1) T asten Attac T acl B pI Cap PI Sf
vpe (Note11) | (Note17) ype (Notes 6,7,8) ase Ply ap Ply (psf)
ASPHALT-APPLIED BASE PLY:
Min. 22 ga., Type B, Grade 33 | Min. 1.5-inch EnergyGuard Polyiso 1 per Min. 0.5-inch Structodek High Density
S-220. steel or min. 2,500 psi Insulation or EnergyGuard Ultra Note 2 5 7pft2 Fiberboard Roof Insulation or min. hot asphalt | SBS-AA PVCF-HA -45.0%*
structural concrete Polyiso Insulation ’ 0.4375-inch DEXcell Cement Roof Board
Min. 22 ga., Type B, Grade 33 1 per Min. 0.5-inch Structodek High Density
S-221. steel or min. 2,500 psi Min. 1.5-inch EnergyGuard RA Note 2 P Fiberboard Roof Insulation or min. hot asphalt | SBS-AA PVCF-HA -45.0*
2.0 ft2 .
structural concrete 0.4375-inch DEXcell Cement Roof Board
Optional layers of base insulation
Min. 22 ga., Type B, Grade 33 | Min 1.5-inch EnergyGuard Polyiso 1 per followed by Min. 0.25-inch DensDeck, BP-AA or
S-222. steel or min. 2,500 psi Insulation or EnergyGuard Ultra Note 2 P DensDeck Prime or SECUROCK Gypsum- hot asphalt PVCF-HA -45.0%*
. ) 2.0 ft? } . : SBS-AA
structural concrete Polyiso Insulation Fiber Roof Board or min. 0.4375-inch
DEXcell Cement Roof Board
Optional layers of base insulation
Min. 22 ga., Type B, Grade 33 1 per followed by Min. 0.25-inch DensDeck, BP-AA or
S-223. steel or min. 2,500 psi Min 1.5-inch EnergyGuard RA Note 2 P DensDeck Prime or SECUROCK Gypsum- hot asphalt PVCF-HA -45.0*
4.0 ft? ) . . SBS-AA
structural concrete Fiber Roof Board or min. 0.4375-inch
DEXcell Cement Roof Board
Min. 22 ga., Type B, Grade 33 | Min. 2-inch EnergyGuard Polyiso 1 per Min. 0.5-inch Structodek High Density
S-224. steel or min. 2,500 psi Insulation or EnergyGuard Ultra Note 2 P Fiberboard Roof Insulation or min. hot asphalt | SBS-AA PVCF-HA -45.0*
. . 4.0 ft2 )
structural concrete Polyiso Insulation 0.4375-inch DEXcell Cement Roof Board
Optional layers of min. 0.5-inch base
Min. 22 ga., Type B, Grade 33 | Min 2-inch EnergyGuard Polyiso insulation followed by Mm' 0-25-inch
S-225 steel or min. 2,500 psi Insulation or EnergyGuard Ultra Note 2 1 per DensDeck, DensDeck Prime or hot asphalt BP-AA or PVCF-HA -45.0*
N cc.anc,retep e &y 4.0f | SECUROCK Gypsum-Fiber Roof Board or P SBS-AA :
Y min. 0.4375-inch DEXcell Cement Roof
Board
Optional layers of min. 1.5-inch base
insulation foll Min. 0.25-inch
Min. 22 ga., Type B, Grade 33 1 per g:::;:::ll ge?]\;v;:cinrir:e?)r e BP-AA or
-226. | in. 2 i in 2-i ’ ) A - -45.0*
S-226 :tc:jctc:jrr;w?onc,i:)t(; psi Min 2-inch EnergyGuard RA Note 2 53 SECUROCK Gypsum-Fiber Roof Board or hot asphalt SBS-AA PVCF-HA 45.0
min. 0.4375-inch DEXcell Cement Roof
Board
Min. 22 ga., Type B, Grade 33 1 per Min. 0.5-inch Structodek High Density
S-227. steel or min. 2,500 psi Min. 2.2-inch EnergyGuard RA Note 2 4 OpftZ Fiberboard Roof Insulation or min. hot asphalt | SBS-AA PVCF-HA -45.0*
structural concrete ’ 0.4375-inch DEXcell Cement Roof Board
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE AnD CAP PLY

. Deck Base Insulation Layer Top Insulation Layer Roof Cover (Note 15) o
ystem ec
Fasten Attach Attach
No. (Note 1) Type Type Base PI Cap PI (psf)
yp (Note 11) (Note 17) yp (Notes 6,7,8) Y pFly
. . ) . Min. 0.25-inch DensDeck, DensDeck
Min. 22 ga., Type B, Grade 33 | Min. 2-inch EnergyGuard Polyiso 1per | Prime or SECUROCK Gypsum-Fiber Roof PVCF-LMC, PVCF-XF
S-228. steel or min. 2,500 psi Insulation or EnegyGuard Ultra Note 2 532 Board or min. 0.4375-inch DEXcell hot asphalt | SBS-AA or PVCF-OB -45.0*
structural concrete Polyiso Insulation ’ g
Cement Roof Board
Optional additional layers base
. insulation followed by min. 0.5-inch
Min. 22 ga., Type B, Grade 33 . -
. . . . Structodek High Density Fiberboard Roof
S-229. ;t;il’se g,?inéfrl.:i:\glgoo I'\:;:.Ialt.ii-r:nCh EnergyGuard Polyiso Note 2 j;;rz Insulation or min. 0.25-inch DensDeck hot asphalt | SBS-AA PVCF-HA -60.0
i str’ ot r:;ul .concret.e ! ’ Prime or SECUROCK Gypsum-Fiber Roof
p uetd Board or min. 0.4375-inch DEXcell
Cement Roof Board
Min. 22 ga., T B
sttler:el' 5 fgtag,’ a:pglé S\TldHe 3 Min. 1.5-inch EnergyGuard Polyiso 1 per Min. 0.5-inch Structodek High Density PVCE-LMC. PVCE-XE
S-230. TeksIS 6 :c é)r min. 2.500 Insulation or EnegyGuard Ultra Note 2 1 :ﬁz Fiberboard Roof Insulation or min. hot asphalt | SBS-AA or PVCF-O;3 -60.0
psi strl;cturélhconcret.e ! Polyiso Insulation ’ 0.4375-inch DEXcell Cement Roof Board
Min. 22 ga., T B
sttler:el' 6 fgtas' angu' S\r/sdHe 33 1 per Min. 0.5-inch Structodek High Density
S-231. Tek515 6 (E)C é)r min. 2 500 Min. 2-inch EnergyGuard RA Note 2 1 42 f2 Fiberboard Roof Insulation or min. hot asphalt | SBS-AA PVCF-HA -67.5
psi strl’Jcturz;ll .concretle ! ’ 0.4375-inch DEXcell Cement Roof Board
Min. 22 ga., Type B, Grade 33 . . .
Min. 2-inch EnergyGuard Polyiso . . .
steel; 6 ft span, #12 HWH ) 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber PVCF-LMC, PVCF-XF
-232. ! e Insul E I - ! -67.
5232 Teks 5, 6” o.c. or min. 2,500 PnSIUiESCI):sz[atirLigyGuard gltra A 1.8 ft? Roof Board hotasphalt | SBS-AA or PVCF-OB 675
psi structural concrete Y
Min. 22 ga., Type B, Grade 33
steel; 6 ft span, #12 HWH Teks Min. 2-inch EnergyGuard Polyiso 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber PVCF-LMC, PVCF-XF
JLESS 5, 6” o.c. or min. 2,500 psi Insulation or EnergyGuard Ultra lote 2 1.6 ft2 Roof Board hot asphalt SBS-AA or PVCF-OB 75.0
structural concrete
Min. 22 ga., Type B, Grade 33
steel; 6 ft span, #12 HWH Teks Min. 2-inch EnergyGuard Polyiso 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber PVCF-LMC, PVCF-XF
R 5, 6” o.c. or min. 2,500 psi Insulation or EnergyGuard Ultra i 1.45ft2 | Roof Board hot asphalt SBS-AA or PVCF-OB 825
structural concrete
Min. 22 ga., Type B, Grade 40
or min. 20 ga., Type B, Grade . \ . . . )
K Min. 2-inch EnergyGuard Polyiso 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber PVCF-LMC, PVCF-XF
SRR, 33 Steel'f ft span, ’.112 o .| Insulation or EnergyGuard Ultra Note 2 1.45 ft2 | Roof Board hot asphalt SBS-AA or PVCF-OB -90.0
Teks 5, 6” o.c. or min. 2,500 psi
structural concrete
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE AnD CAP PLY

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - . e MDP
No. (Note 1) T ) G T ac Base Pl Cap Pl (psf)
yee (Note11) | (Note17) ype (Notes 6,7,8) ase Ply ap Ply
Optional additional layers of base
Min. 22 ga., Type B, Grade 33 1 per insulation; Min. 0.25-inch DensDeck, :’;/ZCTACH:;IDC\/)CI;-\I/_(I\:/L
S-236. steel or min. 2,500 psi Min. 2-inch EnergyGuard RA Note 2 4 (’)thz DensDeck Prime or SECUROCK Gypsum- hot asphalt | SBS-AA L0 (12—inc.h .olc ) -45.0*
structural concrete ’ Fiber Roof Board or min. 0.4375-inch PVCE-XE or PVCFI o8B
DEXcell Cement Roof Board
Min. 22 ga., Type B, Grade 33 Min. 1.5-inch EnerevGuard RA or 1 per Min. 0.5-inch Structodek High Density Flvzc::ncH}?;iV)C?\I/-Zl:
S-237. steel or min. 2,500 psi . 24 ) ) Note 2 P Fiberboard Roof Insulation or min. hot asphalt | SBS-AA Lo -45.0*
structural concrete EnergyGuard Ultra Polyiso Insulation 20f¢ 0.4375-inch DEXcell Cement Roof Board LO (12-inch o.c.),
' PVCF-XF or PVCF-OB
Optional additional layers of base
Min. 22 ga., Type B, Grade 33 1 per insulation; Min. 0.25-inch DensDeck, :Dl\lzc_::r;cH:;Pc\/)CE—\I/_(l\:/L_
S-238. steel or min. 2,500 psi Min. 2-inch EnergyGuard RA Note 2 a cr)thZ DensDeck Prime or SECUROCK Gypsum- hot asphalt | SBS-AA L0 (12—inc.h .olc ) -45.0*
structural concrete ’ Fiber Roof Board or min. 0.4375-inch PVCE-XE or PVCI; o8B
DEXcell Cement Roof Board
Min. 22 ga., Type B, Grade 33 PVCF-HA, PVCF-LM
steel; 6 ft span, #12 HWH ) ) 1 per Min. 0.375-inch SECUROCK Gypsum- (12-inch o.c.), PVCF-
5-239. Teks 5, 6” o.c. or min. 2,500 Min. 2-inch EnergyGuard RA Dote ] 2.0 ft? Fiber Roof Board hotasphalt | SBS-AA LO (12-inch o.c.), -60.0
psi structural concrete PVCF-XF or PVCF-OB
Min. 22 ga., Type B, Grade 33 PVCF-HA, PVCF-LM
steel; 6 ft span, #12 HWH L 1per | Min.0.25-inch SECUROCK Gypsum-Fiber (12-inch o.c.), PVCF-
S-240. Teks 5, 6” o.c. or min. 2,500 Min. 2-inch EnergyGuard RA Note 2 1.6 fi2 Roof Board hot asphalt | SBS-AA LO (12-inch o.c.), -60.0
psi structural concrete PVCF-XF or PVCF-OB
. Optional layers of base insulation
Min. 22 ga., Type B, Grade 33 . .
. K . . 1 per followed by Min. 0.25-inch DensDeck, BP-AA or «
S-241. steel or min. 2,500 psi Min 1.5-inch EnergyGuard RA Note 2 202 DensDeck Prime or SECUROCK Gypsum- OB500 SBS-AA PVCF-HA 45.0
structural concrete ;
Fiber Roof Board
Min. 22 g2 Type 8, Grade 33 Lper | imulatons i 0.25-nch bendbeck (12-inth o), PUCE
X . . . i ’ - V. . , _ . Ly - ~ *
S-242. ::sii;;:gifgtz psi Min. 2-inch EnergyGuard RA Note 2 102 DensDeck Prime or SECUROCK Gypsum- 0OB500 SBS-AA LO (12-inch o.c.), 45.0
Fiber Roof Board PVCF-XF or PVCF-OB
PVCF-HA, PVCF-LM
Min. 22 ga., Type B, Grade 33 : ) ) ) ) . L
243 steel or min. 2,500 psi Min. 1.5-inch EnergyGu.ard RA or . Note 2 1 perz Mln. 0.5-inch Structode!< High Density 0B500 SBS-AA (12 |nch o.c.), PVCF -45.0%
structural concrete EnergyGuard Ultra Polyiso Insulation 2.0 ft Fiberboard Roof Insulation LO (12-inch o.c.),
PVCF-XF or PVCF-OB
Min. 22 ga., Type B, Grade 33 1 per ﬁ?ﬂﬁ?fl'nlafﬁfﬁ:? QCII\;}ihlgc;sbiiS; BP-AA or
S-244, Z:crajltc;rr;gnzéfé)t(; psi Min 2-inch EnergyGuard RA Note 2 20 DensDeck, DensDeck Prime or 0OB500 SBS-AA PVCF-HA 45.0
SECUROCK Gypsum-Fiber Roof Board
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE AnD CAP PLY

. Deck Base Insulation Layer Top Insulation Layer Roof Cover (Note 15) o
ystem ec
Fasten Attach Attach
No. (Note 1) T T Base Pl Cap PI sf
yee (Note11) | (Note17) ype (Notes 6,7,8) ase Ply ap Ply (psf)
Min. 22 ga., Type B, Grade 33 Optional additional layers of base PVCF-HA, PVCF-LM
’ ! r . . 1 per insulation; Min. 0.25-inch DensDeck, (12-inch o.c.), PVCF- "
S-245. ::fjltzrr;:;:c’fiz psi Min. 2-inch EnergyGuard RA Note 2 2.0 2 DensDeck Prime or SECUROCK Gypsum- OB500 SBS-AA LO (12-inch o.c.), -45.0
Fiber Roof Board PVCF-XF or PVCF-OB
Min. 22 ga., Type B, Grade 33 PVCF-LO (12-inch
steel; 6 ft spans, #12 HWH Min. 1.5-inch EnergyGuard Polyiso 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber
SR Teks 5, 6” o.c. or min. 2,500 Insulation, EnergyGuard RA Note 2 1.3 ft? Roof Board 08500 SBS-AA gi'c)é_F;VBCF XF or 60.0
psi structural concrete
Min. 22 ga., Type B, Grade 33 PVCF-HA, PVCF-LM
steel; 6 ft span, #12 HWH . ) 1 per Min. 0.375-inch SECUROCK Gypsum- (12-inch o.c.), PVCF-
247 | Teks5, 6" o.c.ormin. 2,500 | Min- 2-inch EnergyGuard RA Note2 |, 0ft2 | Fiber Roof Board 0B500 SBS-AA LO (12-inch o.c.), 600
psi structural concrete PVCF-XF or PVCF-OB
Min. 22 ga., Type B, Grade 33 PVCF-HA, PVCF-LM
steel; 6 ft span, #12 HWH . . 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber (12-inch o.c.), PVCF-
5-248. Teks 5, 6” o.c. or min. 2,500 Min. 2-inch EnergyGuard RA Note 2 1.6 ft2 | Roof Board 0B500 SBS-AA LO (12-inch o.c.), -60.0
psi structural concrete PVCF-XF or PVCF-OB
. Optional layers of base insulation
Min. 22 ga., Type B, Grade 33 . .
. K . ) 1 per followed by Min. 0.25-inch DensDeck BP-AA or "
S-249. :Icrejltc;rr;?z).:éf&(; psi Min 1.5-inch EnergyGuard RA Note 2 202 Prime or SECUROCK Gypsum-Fiber Roof LRF-XF SBS-AA PVCF-HA -45.0
Board
. Optional additional layers of base PVCF-HA, PVCF-LM
5-250 :g:el iﬁ ﬁqam nggg, Sirade ® Min. 2-inch EnergyGuard RA Note 2 Lper | insulation; Min. 0.25-inch DensDeck LRF-XF SBS-AA (12-inch o.c.), PVCF- 45.0%
’ structural c<;nc'rete P ' &y 4.0 ft? Prime or SECUROCK Gypsum-Fiber Roof LO (12-inch o.c.), :
Board PVCF-XF or PVCF-OB
. Optional layers of min. 1.5-inch base
Min. 22 ga., Type B, Grade 33 . . R R
) ) S 1per | insulation followed by Min. 0.25-inch BP-AA or "
S-251. ::sjlt(;rrg?lcl';:éf;(’)e psi Min 2-inch EnergyGuard RA Note 2 4.0 f2 DensDeck Prime or SECUROCK Gypsum- LRF-XF SBS-AA PVCF-HA -45.0
Fiber Roof Board
Min. 22 ga., Type B, Grade 33 Optional additional layers of base PVCF-HA, PVCF-LM
: L - | ) 1 per insulation; Min. 0.25-inch DensDeck (12-inch o.c.), PVCF-
-252. teel . 2,500 . 2- 2 > ! LRF- BS- : -45.0*
5232 S ‘Gt ald Note 4.0t | Prime or SECUROCK Gypsum-Fiber Roof | N7 XF SBS-AA LO (12-inch o.c.), 450
Board PVCF-XF or PVCF-OB
Min. 22 ga., Type B, Grade 33 PVCF-LO (12-inch
steel; 6 ft spans, #12 HWH Min. 1.5-inch EnergyGuard Polyiso 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber
-253. . . 2 LRF- BS- .C.), - -60.
5253 Teks 5, 6” o.c. or min. 2,500 Insulation, EnergyGuard RA Note 1.3 ft? Roof Board RF-XF SBS-AA IC;VCC)F—'ZJVBCF XFor 60.0
psi structural concrete
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE AnD CAP PLY

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - . e MDP
No. (Note 1) T ) G T ac Base Pl Cap Pl (psf)
yee (Note11) | (Note17) ype (Notes 6,7,8) ase Ply ap Ply
Min. 22 ga., Type B, Grade 33 PVCF-HA, PVCF-LM
steel; 6 ft span, #12 HWH . . 1 per Min. 0.375-inch SECUROCK Gypsum- (12-inch o.c.), PVCF-
254 | Teks, 6" o.c.ormin. 2,500 | Min-2-inch EnergyGuard RA Note 2 2.0ft> | Fiber Roof Board g XF g LO (12-inch o.c.), 600
psi structural concrete PVCF-XF or PVCF-OB
Min. 22 ga., Type B, Grade 33 PVCF-HA, PVCF-LM
steel; 6 ft span, #12 HWH . ) 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber (12-inch o.c.), PVCF-
255 | Teks5, 6" o.c.ormin. 2,500 | Min- 2-inch EnergyGuard RA Note 2 1.6ft2 | Roof Board LRF-XF SBS-AA LO (12-inch o.c.), 60.0
psi structural concrete PVCF-XF or PVCF-OB
TORCH-APPLIED BASE PLY:
Min. 22 g2, Type B, Grade 33 2 coffPRRinion; vin. o 38aach bensocR (12-inch o), PVCE
R . . . i ’ .U, - , ~ - .C.), - _ *
S-256. ::c:itc:]rr;g:éf;(; psi Min. 1.5-inch EnergyGuard RA Note 2 2.0ft2 | DensDeck Prime or SECUROCK Gypsum- hot asphalt | SBS-TA LO (12-inch o.c.), 45.0
Fiber Roof Board PVCF-XF or PVCF-OB
Vin. 22 g. Type 8, Grade 33 R [N, Min. 25 neh benaoeck (12-inch o), PVCE
-257. | in. 2, i ! - el ) -45.0*
S-257 ::trejctc;rr;??oncfeot(; psi Min. 2-inch EnergyGuard RA Note 2 4072 | DensDeck Prime or SECUROCK Gypsum- hot asphalt | SBS-TA LO (12-inch o.c.), 45.0
Fiber Roof Board PVCF-XF or PVCF-OB
Min. 22 ga., Type B, Grade 33 PVCF-HA, PVCF-LM
steel; 6 ft span, #12 HWH . . 1 per Min. 0.375-inch SECUROCK Gypsum- (12-inch o.c.), PVCF-
5:258. Teks 5, 6” o.c. or min. 2,500 Min. 2-inch EnergyGuard RA plote 2 2.0ft2 | Fiber Roof Board hotasphalt | SBS-TA LO (12-inch o.c.), -60.0
psi structural concrete PVCF-XF or PVCF-OB
Min. 22 ga., Type B, Grade 33 PVCF-HA, PVCF-LM
steel; 6 ft span, #12 HWH R . 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber (12-inch o.c.), PVCF-
S-259. Teks 5, 6” o.c. or min. 2,500 Min. 2-inch EnergyGuard RA Note 2 16f2 | Roof Board hot asphalt | SBS-TA LO (12-inch o.c.), -60.0
psi structural concrete PVCF-XF or PVCF-OB
Min. 22 . Type B, Grade 33 Lper | insultion; Min.0.25eh bendbeck (12-inch o), PVCE
g . . . ~ ’ - V.eo- , - - sl - _ *
S-260. ::?eltoig?:lc;:éf:t(; psi Min. 1.5-inch EnergyGuard RA Note 2 2.0ft2 | DensDeck Prime or SECUROCK Gypsum- OB500 SBS-TA LO (12-inch o.c.), 45.0
uetu Fiber Roof Board PVCF-XF or PVCF-OB
- — ] n
Min. 22 ga., Type B, Grade 33 1 per agzlﬁa:ie:)lnédl\(/jlli:ogaisla;iﬁ gz:s;?eck Flvzc::n?:;apcv)c';vg/ll:
-261. in. 2 i in. 2-inch E 2 ' B BS- Puheading -45.0*
5-261 ::fflt?j"r;":onc‘:’iz psl Min. 2-inch EnergyGuard RA Note 402 | DensDeck Prime or SECUROCK Gypsum- | O2°00 SBS-TA LO (12-inch o.c.), 45.0
Fiber Roof Board PVCF-XF or PVCF-OB
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NEmoO | etc.e
TABLE 2p: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE AnD CAP PLY

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - . e MDP
No. (Note 1) T ) G T ac Base Pl Cap Pl (psf)
yee (Note11) | (Note17) ype (Notes 6,7,8) ase Ply ap Ply
Min. 2-inch EnergyGuard Polyiso
Insulation or EnergyGuard Ultra
8-in+———32-in.
12-in.
Min. 20 ga., Grade 33 Epic )
Metals Corp Toris 4A 24in PVCE-LM { )
. - tter
(Acoustical) steel o P in. 0.25-i . spa §
5-262. . : : ‘ Note 2 41 o 'SV'E'QU('; c2)(5:|<mGCh IZS::—S?bcekrFl;r(I)r::B(Z)rar g 0B500 SBS-TA PVCF-LMC (spatter), | -45.0%
[EYORYo 24in : K PVCF-XF or PVCF-OB
:umm. e @ "Arzm-m :
S5 e e @ [C] 1
24-in
‘ 4 12-in
Min. 22 ga., Type B, Grade 33 ' ' . . . . PVCF-LO (12-inch
5263 steel; 6 ft spans, #12 HWH Min. 1.5-inch EnergyGuard Polyiso Note 2 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber 0B500 SBS-AA or 0.¢.), PVCF-XF or -60.0
’ Teks 5, 6” o.c. or min. 2,500 Insulation, EnergyGuard RA 1.3 ft? Roof Board SBS-TA PVCI’: o8B '
psi structural concrete
Min. 22 ga., Type B, Grade 33 PVCF-HA, PVCF-LM
steel; 6 ft span, #12 HWH R . 1 per Min. 0.375-inch SECUROCK Gypsum- (12-inch o.c.), PVCF-

-264. . Min. 2-inch E RA N 2 A B BS-TA . -60.
5264 | Teks5,6” o.c. or min. 2,500 in. 2-inch EnergyGuard ote 2.0ft2 | Fiber Roof Board 0B500 585 LO (12-inch o.c.), 600
psi structural concrete PVCF-XF or PVCF-OB

Min. 22 ga., Type B, Grade 33 PVCF-HA, PVCF-LM
steel; 6 ft span, #12 HWH . . 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber (12-inch o.c.), PVCF-
S-265. Teks 5, 6” o.c. or min. 2,500 Min. 2-inch EnergyGuard RA Note 2 16§22 Roof Board OB500 SBS-TA LO (12-inch o.c.), 60.0
psi structural concrete PVCF-XF or PVCF-OB
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE AnD CAP PLY

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - . e MDP
No. (Note 1) T FELED | G T ac Base Pl Cap Pl (psf)
yee (Note11) | (Note17) ype (Notes 6,7,8) ase Ply ap Ply
Min. 2-inch EnergyGuard Polyiso
Insulation or EnergyGuard Ultra
8-in: 32-in:
12-in.
Min. 20 ga., Grade 33 Epic )
Metals Corp Toris 4A 24in LREM PVCE-LM { )
. - - tter,
(Acoustical) steel o P in. 0.25-i . or spa §
5-266. - e ‘ Note 2 41 g ‘:trz 'SV'E'QU(; cz)(s:K”gh 23::_2?bc:r':g:f3(gar g LRF-M SBS-TA PVCF-LMC (spatter), -45.0*
Z ,,,,, - W ,,,,,,,,,, . v ,,,,,,,,,,,, T J itz 24%n ’ 9 Canister PVCF-XF or PVCF-OB
& @ & @oamm) 'Larzmmm :
24 (610mem) coverage @ 2 1
24-in
) 12-in
Min. 22 ga, Type B, Grade 33 PR o NIE 25 e onabec (12:nch o), PUCE
: ) ; . r ; .0.25- : : - .c.), - ) "
S-267. ::sjlt(;rrg?:lo.:éf:tz psi Min. 1.5-inch EnergyGuard RA Note 2 2010 Prime or SECUROCK Gypsum-Fiber Roof LRF-XF SBS-TA LO (12-inch o.c.), 45.0
Board PVCF-XF or PVCF-OB
Min. 22 ga, Type B, Grade 33 1 er | inulaton; Min, 0.25.1ch bendbeck (12-nch o), PVCF-
- i i i _i ’ s _ = b B *
S-268. ::(reeltoig'l\:lc;jéf:tz psi Min. 2-inch EnergyGuard RA Note 2 4.0 2 Prime or SECUROCK Gypsum-Fiber Roof LRF-XF SBS-TA LO (12-inch o.c.), 45.0
uet Board PVCF-XF or PVCF-OB
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NEmoO | etc.e
TABLE 2p: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE AnD CAP PLY

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - . e MDP
No. (Note 1) T ) G T ac Base Pl Cap Pl (psf)
yee (Note11) | (Note17) ype (Notes 6,7,8) ase Ply ap Ply
Min. 2-inch EnergyGuard Polyiso
Insulation or EnergyGuard Ultra
8-in+———32-in.
12-in.
Min. 20 ga., Grade 33 Epic )
Metals Corp Toris 4A 24in PVCE-LM { )
. - tter
(Acoustical) steel . P in. 0.25-i . spa §
5-269. = ? > ‘ Note 2 41 g ;ftrz 'SV'E'QU('; CZJ(S:K'rgh 'Zj::_?ﬁ)c:r':g:fB‘gar g LRF-XF SBS-TA PVCF-LMC (spatter), 45.0%
Y - 2ahn : 9 PVCF-XFor PVCF-OB
: & @0 & @) "A.zm-m :
24 (610mem) cowerags: \: Z
24-in
12-in
Min. 22 ga., Type B, Grade 33 ' ' . . . . PVCF-LO (12-inch
$-270 steel; 6 ft spans, #12 HWH Min. 1.5-inch EnergyGuard Polyiso Note 2 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber LRE-XE SBS-AA or 0.¢.), PVCF-XF or -60.0
’ Teks 5, 6” o.c. or min. 2,500 Insulation, EnergyGuard RA 1.3 ft? Roof Board SBS-TA PVCI’: o8B '
psi structural concrete
Min. 22 ga., Type B, Grade 33 PVCF-HA, PVCF-LM
steel; 6 ft span, #12 HWH R . 1 per Min. 0.375-inch SECUROCK Gypsum- (12-inch o.c.), PVCF-
271 | teks5, 6" o.c.ormin. 2,500 | Min- 2-inch EnergyGuard RA Note 2 2.0ft2 | Fiber Roof Board LRF-XF SBS-TA LO (12-inch o.c.), 600
psi structural concrete PVCF-XF or PVCF-OB
Min. 22 ga., Type B, Grade 33 PVCF-HA, PVCF-LM
steel; 6 ft span, #12 HWH . . 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber (12-inch o.c.), PVCF-

-272. . Min. 2- E RA N 2 LRF-XF BS-TA R -60.
272 | Teks 5, 6” o.c. or min. 2,500 in. Z-inch EnergyGuard % 16ft2 | Roof Board >85 LO (12-inch o.c.), 600
psi structural concrete PVCF-XF or PVCF-OB

SELF-ADHERING BASE PLY:
s'\fé:rzez fgtas, ZZS e#ilzGer(/j: ® Min. 1.5-inch EnergyGuard Polyiso 1per | Min.0.25-inch SECUROCK Gypsum-Fiber PVCF-LO (12-inch
5-273. 2 spans, B - g Y Note 2 per L vp 0B500 SBS-SA 0.c.), PVCF-XF or -60.0
Teks 5, 6” o.c. or min. 2,500 Insulation, EnergyGuard RA 1.3 ft Roof Board PVCE-OB
psi structural concrete
's\fclazll'zgfgtiq ;—:Ee#li’ZGIKI\(/j: = Min. 1.5-inch EnergyGuard Polyiso 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber PVCF-LO (12-inch
s-274. 01 spans, #°. W &Y Y Note 2 per o vp LRF-XF SBS-SA o.c.), PVCF-XF or -60.0
Teks 5, 6” o.c. or min. 2,500 Insulation, EnergyGuard RA 1.3 ft Roof Board PVCE-OB
psi structural concrete
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SYSTEM TYPE B-2: MECHANICALL

TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

Thermal Barrier

TTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED

Insulation Layer(s)

System Deck o Vapor Barrier Attach Roof Cover MDP
No. (Note 1) Type Fasten (Note 11) e (Note 15) Type Notes 6.7.8 (Note 15) (psf)
EVERGUARD PVC OR EVERGUARD PVC KEE / EVERGUARD #2331 BONDING ADHESIVE OR EVERGUARD #2331 BONDING ADHESIVE H APPLICATIONS:
One or more layers, any combination, min. 1.5-inch
EnergyGuard Polyiso Insulation, EnergyGuard Ultra
Polyiso Insulation, EnergyGuard RA, min. 0.25-inch
Min. 22 ga., s’\./é?L'J%os_ciECh ?j e 1 SDSQSDRgcckKPng' DE)F('CEH Fr? G;ag . Mda t Rgg:ﬁ;grgk PVC-BA
Drill-Tec 3 in. Ribbed per ypsum-riber Root board or -BA or %
ST ;;r;ieZGrade Gypsum-Fiber Galvalume Plate (Flat) 2.7 ft2 VB-SBS-SA Ultralight Coated Glass-Mat Roof Board and/or min. 08500 PVC-BA-H -45.0
Roof Board may be used) 0.5-inch EnergyGuard HD Polyiso Cover Board or
EnergyGuard HD Plus Polyiso Cover Board or min. 1.5-
inch EnergyGuard Polyiso-HD Composite Insulation or
Ultra HD Composite Insulation
. Note 2
#ﬂ'”' éz ga"d Min. 0.625-inch (Drill-Tec 3 in. Ribbed 1 per 5 i . hot asphalt or | PVC-BA or o
S-276. 3\?/’;3516;' rade DensDeck Galvalume Plate (Flat) 2.0 ft2 VB-BP2-AA Min. 1.5-inch EnergyGuard RA OB500 PVC-BA-H -45,
may be used)
One or more layers, base layer min. 1-inch thick,
optional subsequent layer(s) min. 1.5-inch thick
Unprimed substrate followed by EnergyGuard Polyiso Insulation, EnergyGuard Ultra
0.5-inch DensDeck Note 2 GAF SA Vapor Retarder XL or Polyiso Insulation
Min. 22 ga., Prime or . o GAF SA Primer, EverGuard TPO (Optional) Min. 0.25-inch DensDeck Prime, DEXcell FA
5-277. | TypeB, Grade | SECUROCK (Dril-vec 3in. Ribbed | L PEL | quick Spray Adhesive, EverGuard | Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof | 05 - > " ey -45.0*
33 steel Gypsum-Fiber Galvalume Plate (Flat) : TPO Quick Spray Adhesive LV50 or Board or SECUROCK Ultralight Coated Glass-Mat Roof
Roof Board may be used) Matrix 307 Premium Asphalt Primer | Board or min. 0.5-inch EnergyGuard HD Polyiso Cover
followed by GAF SA Vapor Retarder Board or EnergyGuard HD Plus Polyiso Cover Board or
min. 1.5-inch EnergyGuard Polyiso-HD Composite
Insulation or Ultra HD Composite Insulation
One or more layers, base layer min. 1-inch thick,
optional subsequent layer(s) min. 1.5-inch thick
Unprimed substrate followed by EnergyGuard Polyiso Insulation, EnergyGuard Ultra
0.5-inch DensDeck Note 2 GAF SA Vapor Retarder XL or Polyiso Insulation
Min. 22 ga., Prime or : S GAF SA Primer, EverGuard TPO (Optional) Min. 0.25-inch DensDeck Prime, DEXcell FA
5-278. | TypeB, Grade | SECUROCK fR7ec 2 Z&f:?ﬁ:ejt) 40l | Quick Spray Adhesive, EverGuard | Glass Mat Roof Board or SECUROCK Gypsum-Fiber | LRF-XF ey -45.0*
33 steel Gypsum-Fiber : TPO Quick Spray Adhesive LV50 or Roof Board or min. 0.5-inch EnergyGuard HD Polyiso
Roof Board may Qe Matrix 307 Premium Asphalt Primer | Cover Board or EnergyGuard HD Plus Polyiso Cover
followed by GAF SA Vapor Retarder Board or min. 1.5-inch EnergyGuard Polyiso-HD
Composite Insulation or Ultra HD Composite
Insulation
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SYSTEM TYPE B-2: MECHANICALL

TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

TTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED

Thermal Barrier ) Insulation Layer(s)
System Deck o Vapor Barrier Attach Roof Cover MDP
No. (Note 1) Ed (Note 15) ac (Note 15)
ote Type Fasten (Note 11) e ote Type N ote (psf)
One or more layers, base layer min. 1-inch thick,
optional subsequent layer(s) min. 1.5-inch thick
Min. 22 ga., 0.5-inch DensDeck Unprimed substrate followed by Ener.gyGuard P‘olylso Insulation, EnergyGuard Ultra
Tvpe B, Grade Prime or Note 2 GAF SA Vapor Retarder XL or Polyiso Insulation
yee s . (Drill-Tec 3 in. Ribbed 1 per GAF SA Primer, EverGuard TPO (Optional) Min. 0.25-inch DensDeck Prime or LRF-M, LRF- PVC-BA or
S-279. 33 steel; 6 ft SECUROCK ) . . ) . . -67.5
span, #12 HWH | Gypsum-Fiber Galvalume Plate (Flat) 2.0ft Quick Spray Adhesive or EverGuard SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch | XF or OB500 PVC-BA-H
o may be used) TPO Quick Spray Adhesive LV50 EnergyGuard HD Polyiso Cover Board or EnergyGuard
Teks 5, 6” o.c. Roof Board . . :
followed by GAF SA Vapor Retarder HD Plus Polyiso Cover Board or min. 1.5-inch
EnergyGuard Polyiso-HD Composite Insulation or
Ultra HD Composite Insulation
EVERGUARD PVC / EVERGUARD PVC QUICK LAY ADHESIVE APPLICATIONS:
One or more layers, any combination, min. 1.5-inch
EnergyGuard Polyiso Insulation, EnergyGuard RA,
Min. 22 ga Min. 0.5-inch Note 2 min. 0.25-inch DensDeck Prime or SECUROCK
i N SECUROCK (Drill-Tec 3 in. Ribbed 1 per Gypsum-Fiber Roof Board and/or min. 0.5-inch
- b T B . VB-SBS-SA . B PVC-QL -45.0*
5-280 3\3/psieélGrade Gypsum-Fiber Galvalume Plate (Flat) 2.7 f2 SBSS EnergyGuard HD Polyiso Cover Board or EnergyGuard 08500 cQ >0
Roof Board may be used) HD Plus Polyiso Cover Board or min. 1.5-inch
EnergyGuard Polyiso-HD Composite Insulation or
Ultra HD Composite Insulation
N 2
Min. 22 ga., Min. 0.625-inch (Dort'; Tec 3 in. Ribbed 1 per hot asphalt or
.0, - - n. Ri . .
S-281. Type B, Grade VB-BP2-AA Min. 1.5-inch EnergyGuard RA PVC-QL -45.0*
P DensDeck Galvalume Plate (Flat) 4.0 ft? 8y 0B500 Q
33 steel
may be used)
One or more layers, base layer min. 1-inch thick,
ional | in. 1.5-inch thick
Unpimegsusae lowedby | LTS i S
0.5-inch DensDeck GAF SA Vapor Retarder XL or 34 oy ! gy
Min. 22 ga Prime or Note 2 GAF SA Pri EverGuard TPO Polyiso Insulation
. . rimer, EverGuar,
, o o R 1 per : : in. 0.25i i LRF-M, LRF-
5-282. | TypeB, Grade | SECUROCK (Drill i RibbeR PET | Quick Spray Adhesive, EverGuard (Optional) Min. 0.25-inch DensDeck Prime or pvC-QL -45.0%
) Galvalume Plate (Flat) 4.0 ft ) ) SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch | XF or OB500
33 steel Gypsum-Fiber TPO Quick Spray Adhesive LV50 or .
may be used) . . . EnergyGuard HD Polyiso Cover Board or EnergyGuard
Roof Board Matrix 307 Premium Asphalt Primer . . .
followed by GAF SA Vapor Retarder HD Plus Polyiso Cover Board or min. 1.5-inch
oflowed by apor Retarde EnergyGuard Polyiso-HD Composite Insulation or
Ultra HD Composite Insulation
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NEmoO | etc.e
TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALL

TTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED

Thermal Barrier ) Insulation Layer(s)
System Deck o Vapor Barrier Attach Roof Cover MDP
No. (Note 1) Type Fasten (Note 11) e (Note 15) Type Notes 6.7.8 (Note 15) (psf)
One or more layers, base layer min. 1-inch thick,
optional subsequent layer(s) min. 1.5-inch thick
R ) Unprimed substrate followed by EnergyGuard Polyiso Insulation, EnergyGuard Ultra
1IYI|n. 22 ga.,d 0.§—|nch DensDeck Note 2 GAF SA Vapor Retarder XL or Polyiso Insulation
ype B, FSra € Prime or (Drill-Tec 3 in. Ribbed 1 per GAF SA Primer, EverGuard TPO Min. 0.25-inch DensDeck Prime or SECUROCK LRF-M, LRF-
S-283. 33 steel; 6 ft SECUROCK Galval y ’ 2012 ick dhesi d “Fib " d A -inch XF or OB500 PVC-QL -60.0
span, #12 HWH | Gypsum-Fiber alvalume Plate (Flat) Oft Quic S|:'Jray Adhesive 0!’ EverGuar Gypsum-Fiber Roo B(')ar or min. 0.5-inc| or
Teks 5. 6” o.c. Roof Board may be used) TPO Quick Spray Adhesive LV50 EnergyGuard HD Polyiso Cover Board or EnergyGuard
! followed by GAF SA Vapor Retarder HD Plus Polyiso Cover Board or min. 1.5-inch
EnergyGuard Polyiso-HD Composite Insulation or
Ultra HD Composite Insulation
. ) Unprimed substrate followed by
";/\lllgé éz g:de (F)).r?;:c:rDensDeck Note 2 GAF SA Vapor Retarder XL or One or more layers, base layer min. 1-inch thick,
! (Drill-Tec 3 in. Ribbed 1 per GAF SA Primer, EverGuard TPO optional subsequent layer(s) min. 1.5-inch thick LRF-M, LRF-
S-284. 33 steel; 6 ft SECUROCK ) ) . d Polviso Insulation. E Guard Ult XF or OB500 Pvc-QL -67.5
span, #12 HWH | Gypsum-Fiber Galvalume Plate (Flat) 2.0 ft Quick Spray Adhesive 0!’ EverGuard Ener.gyGuar .o yiso Insulation, EnergyGuar ra or
Teks 5, 6” o.c. Roof Board may be used) TPO Quick Spray Adhesive LV50 Polyiso Insulation
! followed by GAF SA Vapor Retarder
PVC Quick SPRAY ADHESIVE APPLICATIONS:
One or more layers, any combination, min. 1.5-inch
. . EnergyGuard Polyiso Insulation, EnergyGuard RA,
Min. 22 ga., ,S\/IlEIgU(F)(OS(:IECh ?‘Dc:'tifl—iecs’ in. Ribbed 1 per min. 0.25-inch DensDeck Prime and/or min. 0.5-inch
S-285. Type B, Grade . ’ VB-SBS-SA EnergyGuard HD Polyiso Cover Board or EnergyGuard 0OB500 PVC-QS -45.0*
Gypsum-Fiber Galvalume Plate (Flat) 2.7 ft2 K R X
33 steel Roof Board may be used) HD Plus Polyiso Cover Board or min. 1.5-inch
EnergyGuard Polyiso-HD Composite Insulation or
Ultra HD Composite Insulation
Note 2
5286 _II\_/Iin. éz(g;a.,d Min. 0.625-inch (Drill-Tec 3 in. Ribbed 1 per VB-BP2-AA Min. 1.5-inch E Guard RA hot asphalt or PVC-QS 45.0*
oo 3\?l>psieell rade DensDeck Galvalume Plate (Flat) 4.0 ft2 e n. 2.>-Inch Energyfauar 0B500 . >
may be used)
One or more layers, base layer min. 1-inch thick,
Unprimed substrate followed by optional subsequent layer(s) min. 1.5-inch thick
0.5-inch DensDeck Note 2 GAF SA Vapor Retarder XL or EnTrgyGuar:i Polyiso Insulation, EnergyGuard Ultra
Min. 22 ga., Prime or . o GAF SA Primer, EverGuard TPO Polyiso Insulation
5-287. | TypeB, Grade | SECUROCK g&;ﬁ;i ;f/;,f;b(‘;fz) 41 o8 | Quick Spray Adhesive, EverGuard | (Optional) Min. 0.25-inch DensDeck Prime or min. iii?ﬂééﬁ& PVC-QS -45.0*
33 steel Gypsum-Fiber ) TPO Quick Spray Adhesive LV50 or 0.5-inch EnergyGuard HD Polyiso Cover Board or
Roof Board may be used) Matrix 307 Premium Asphalt Primer | EnergyGuard HD Plus Polyiso Cover Board or min. 1.5-
followed by GAF SA Vapor Retarder inch EnergyGuard Polyiso-HD Composite Insulation or
Ultra HD Composite Insulation
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NEmoO | etc.e
TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED

Thermal Barrier ) Insulation Layer(s)
System Deck o Vapor Barrier Attach Roof Cover MDP
No. (Note 1) 2c (Note 15) ac (Note 15)
o ote Type Fasten (Note 11) e ote Type N ote (psf)
One or more layers, base layer min. 1-inch thick,
oz, | 05 enemoec Unimed siseoloweay | ATt o 15 b
In. 22 ga., .-—|nc ensbec Note 2 GAF SA Vapor Retarder XL or .gy . v K gy
Type B, Grade Prime or (Drill-Tec 3 in. Ribbed 1 per GAF SA Pri EverGuard TPO Polyiso Insulation LRE-M. LRE-
$-288. | 33steel;6ft | SECUROCK e o oo Trimen Bversuar Min. 0.25-inch DensDeck Prime or min. 0.5-inch . PVC-QS -60.0
. Galvalume Plate (Flat) 2.0 ft Quick Spray Adhesive or EverGuard ) XF or OB500
span, #12 HWH | Gypsum-Fiber ) . EnergyGuard HD Polyiso Cover Board or EnergyGuard
” may be used) TPO Quick Spray Adhesive LV50 ) . )
Teks 5, 6” o.c. Roof Board followed bv GAF SA Vapor Retarder HD Plus Polyiso Cover Board or min. 1.5-inch
Y P EnergyGuard Polyiso-HD Composite Insulation or
Ultra HD Composite Insulation
. ) Unprimed substrate followed by
_'I\_/“né éz g:de (F)).r?;:c:rDensDeck Note 2 GAF SA Vapor Retarder XL or One or more layers, base layer min. 1-inch thick,
ype s, (Drill-Tec 3 in. Ribbed 1 per GAF SA Primer, EverGuard TPO optional subsequent layer(s) min. 1.5-inch thick LRF-M, LRF-
S-289. 33 steel; 6 ft SECUROCK . - - A PVC-QS -67.5
span, #12 HWH | Gypsum-Fiber Galvalume Plate (Flat) 2.0 ft2 Quick Spray Adhesive or EverGuard EnergyGuard Polyiso Insulation, EnergyGuard Ultra XF or OB500
Teks’S 6" o.c Roof Board may be used) TPO Quick Spray Adhesive LV50 Polyiso Insulation
! - followed by GAF SA Vapor Retarder
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
Min. 1.5-inch EnergyGuard Polyiso Insulation,
EnergyGuard Ultra Polyiso Insulation, EnergyGuard
Min. 0.625-inch RA followed by optional min. 0.5-inch EnergyGuard
Min. 22 ga., DensDeck Prime 1 per HD Polyiso Cover Board or EnergyGuard HD Plus
$-290. Type B, Grade or SECUROCK Note 2 4 ([))ftl VB-BP2-AA or VB-SBS-AA Polyiso Cover Board or min. 1.5-inch EnergyGuard hot asphalt PVCF-HA -45.0*
33 steel Gypsum-Fiber : Polyiso-HD Composite Insulation or Ultra HD
Roof Board Composite Insulation or min. 0.25-inch DensDeck
Prime or SECUROCK Gypsum-Fiber Roof Board or min.
0.4375-inch DEXcell Cement Roof Board
Min. 22 ga., ’SVJEIEU(F:OSCIECh NDOt'Ei' 3in. Ribbed 1 per Min. 1.5-inch EnergyGuard Polyiso Insulation,
S-291. Type B, Grade . (Drill-Tec 3 in. Rib3Q P 2 VB-SBS-SA EnergyGuard Ultra Polyiso Insulation, EnergyGuard OB500 PVCF-WB -45.0*
33 steel Gypsum-Fiber Galvalume Plate (Flat) 2.7 ft RA
Roof Board may be used)
Min. 22 ga Min. 0.5-inch Note 2 Min. 1.5-inch EnergyGuard Polyiso Insulation,
. N SECUROCK (Drill-Tec 3 in. Ribbed 1 per EnergyGuard Ultra Polyiso Insulation, EnergyGuard "
SR ;;Zi:;l(;rade Gypsum-Fiber Galvalume Plate (Flat) 2.7 ft2 sS4 RA followed by min. 0.25-inch DensDeck Prime or 08500 PVCF-WB 45.0
Roof Board may be used) SECUROCK Gypsum-Fiber Roof Board
. Min. 0.5-inch Note 2 . . . .
Min. 22 ga., SEIgUROCIIr(m Drill-Tec 3 in. Ribbed 1 per Min. 1.5-inch EnergyGuard Polyiso Insulation, PVCF-LM or
$-293. | TypeB, Grade ) JRrill-Tec 3 iQ@bbe PET | vB-sBs-sA EnergyGuard Ultra Polyiso Insulation, EnergyGuard 0B500 PVCF-LO, 12- | -45.0%
33 steel Gypsum-Fiber Galvalume Plate (Flat) 2.7 ft RA inch o.c
Roof Board may be used) -
. Min. 0.5-inch Note 2 Min. 1.5-inch EnergyGuard Polyiso Insulation,
Min. 22 ga., i i . X K PVCF-LM or
SECUROCK (Drill-Tec 3 in. Ribbed 1 per EnergyGuard Ultra Polyiso Insulation, EnergyGuard
= o B, . -SBS- . . -LO, 12- -45.0*
5294 | Type B Grade | Gypsum-Fiber Galvalume Plate (Flat) | 272 | V20> A RA followed by min. 0.25-inch SECUROCK Gypsum- | °2°%° prcrto 450
Roof Board may be used) Fiber Roof Board o
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SYSTEM TYPE B-2: MECHANICALL

TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

TTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED

Thermal Barrier ) Insulation Layer(s)
System Deck Vapor Barrier Attach Roof Cover MDP
No. (Note 1) Type Fasten (Note 11) IN\::?; (Note 15) Type Notesa; o (Note 15) (psf)
Min. 22 ga Min. 0.5-inch Note 2 Min. 1.5-inch EnergyGuard Polyiso Insulation,
i N SECUROCK (Drill-Tec 3 in. Ribbed 1 per EnergyGuard Ultra Polyiso Insulation, EnergyGuard PVCF-LM, 12- x
S ;’;z:elthrade Gypsum-Fiber Galvalume Plate (Flat) 2.7 ft? VB-SBS-SA RA followed by min. 0.25-inch DEXcell FA Glass Mat 08500 inch o.c. 450
Roof Board may be used) Roof Board
Min. 0.5-inch Note 2
Min. 22 ga., ) L Min. 1.5-inch EnergyGuard Polyiso Insulation,
ECUROCK - 1 PVCF-LO, 12-
S-296. Type B, Grade SECUROC . (Drill-Tec 3 in. Ribbed per VB-SBS-SA EnergyGuard Ultra Polyiso Insulation, EnergyGuard 0OB500 ) CF-LO, -45.0*
Gypsum-Fiber Galvalume Plate (Flat) 2.7 ft2 . 5 : inch o.c.
33 steel RA followed by min. 0.25-inch DensDeck Prime
Roof Board may be used)
Unprimed substrate followed by X . .
i Shvapr e | Qe ey i L ik
Min. 22 ga., Prime or (Drill-Tec 3 in. Ribbed 1 per GAF SA Primer, EverGuard TPO EnergyGuard Polyiso Insulation, E.ne‘rgyGuard Ultra LRF-M, LRF-
S-297. Type B, Grade SECUROCK Galvalume Plate (Flat) 4.0 f2 Quick Spray Adhesive, EverGuard Polyiso Insulation XF or OB500 PVCF-WB -45.0*
33 steel Gypsum-Fiber ' TPO Quick Spray Adhesive LV50 or . . . .
Roof Board may be used) Matrix 307 Premium Asphalt Primer (Optional) Min. 0.25-inch DensDeck Prime or
followed by GAF SA Vapor Retarder SECUROCK Gypsum-Fiber Roof Board
One or more layers, base layer min. 1-inch thick,
. optional subsequent layer(s) min. 1.5-inch thick
foll
0.5-inch DensDeck g:’;r;:f/i;z?;t::d; ;st:j by EnergyGuard Polyiso Insulation, EnergyGuard Ultra PVCF-LM (12-
. T Note 2 Polyiso Insulation inch o.c.)
Min. 22 ga., Prime or . — GAF SA Primer, EverGuard TPO . . . . ’
- E 1 . . . 0.254 LRF-M, LRF- PVCF-LO (12-
5208, Type B, Grade SECUROCK (Drill-Tec 3 in. Ribbed p?r2 Quick Spray Adhesive, EverGuard (Optional) Min. 0.25 |r10h DensDeck Prime pr - o ( 45.0%
33 steel Gypsum-Fiber Galvalume Plate (Flat) 4.0 ft PO Quick Spray Adhesive LV50 or SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch XF or OB500 inch o.c.),
Roof Board may be used) Matrix 307 Premium Asphalt Primer EnergyGuard HD Polyiso Cover Board or EnergyGuard PVCF-XF or
foIIov:ed by GAF SA Va ':)r Retarder HD Plus Polyiso Cover Board or min. 1.5-inch PVCF-OB
Y P EnergyGuard Polyiso-HD Composite Insulation or
Ultra HD Composite Insulation
Unprimed substrate followed by . . .
| | . 1-inch thick
GHe ShusporrdariLor || Ot el el i i i
Min. 22 ga. Prime or ) , GAF SA Primer, EverGuard TPO : : . PVCF-LM (12-
! E i 1 ’ EnergyGuard Polyiso Insulation, EnergyGuard Ultra LRF-M, LRF- .
5:299. | TypeB, Grade | SECUROCK gsDar/’ga/T:;g ;:I;zféb(t;le:t) 4 g ?trz Quick Spray Adhesive, EverGuard PoniiZ) I:sulatio: o B XForOBs00 | Inchoclor 45.0%
33 steel Gypsum-Fiber . TPO Quick Spray Adhesive LV50 or ) . . PVCF-XF
Roof Board may be used) Matrix 307 Premium Asphalt Primer (Optional) Min. 0.25-inch DEXcell FA Glass Mat Roof
B
followed by GAF SA Vapor Retarder oard
PVCF-WB,
i PVCF-LM
. 0'? inch DensDecR Fastener per Note 2 . . . )
Min. 22 ga., Prime or with Drill-Tec 3 in 1 per Min. 1.5-inch EnergyGuard Ultra Polyiso Insulation LRE-M. LRF- (spatter),
S-300. Type B, Grade SECUROCK . ' P GAF SA Vapor Retarder XL followed by min. 0.5-inch DensDeck Prime or ! PVCF-LMC -45.0%
) Ribbed Galvalume 4.0 ft2 ) XF or OB500
33 steel Gypsum-Fiber | | SECUROCK Gypsum-Fiber Roof Board (spatter),
Roof Board Plate{gat) PVCF-XF or
PVCF-OB
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NEmoO | etc.e
TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALL

TTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED

Thermal Barrier ) Insulation Layer(s)
System Deck o Vapor Barrier Attach Roof Cover MDP
No. (Note 1) 2c (Note 15) ac (Note 15)
o ote Type Fasten (Note 11) e ote Type N ote (psf)
. . Unprimed substrate followed by . . .
Min. 22 ga., 0.5-inch DensDeck One or more layers, base layer min. 1-inch thick,
K Note 2 GAF SA Vapor Retarder XL or K . . .
Type B, Grade Prime or Drill-Tec 3 in. Ribbed 1 per GAF SA Pri EverGuard TPO optional subsequent layer(s) min. 1.5-inch thick LRE-M. LRE-
S-301. 33 steel; 6 ft SECUROCK (Drill-Tec 3 in. Ribbe p . rimer, vejr uar EnergyGuard Polyiso Insulation, EnergyGuard Ultra ! PVCF-WB -52.5
. Galvalume Plate (Flat) 2.0 ft2 Quick Spray Adhesive or EverGuard . . . . XF or OB500
span, #12 HWH | Gypsum-Fiber ' . Polyiso Insulation followed by Min. 0.25-inch
Teks 5. 6” o.c Roof Board may be used) TPO Quick Spray Adhesive LV50 DensDeck Prime
! - followed by GAF SA Vapor Retarder
One or more layers, base layer min. 1-inch thick,
X . Unprimed substrate followed by optional subsequent layer(s) min. 1.5-inch thick
_'I\_/Imé EZ (g;r]::de g.r?r;l]r;c:rDensDeck Note 2 GAF SA Vapor Retarder XL or EnergyGuard Polyiso Insulation, EnergyGuard Ultra PVCF-LM (4-
5-302 3\3/psteeil' 6 ft SECUROCK (Drill-Tec 3 in. Ribbed 1 per GAF SA Primer, EverGuard TPO Polyiso Insulation followed by Min. 0.5-inch LRF-M, LRF- inch o.c.) or 525
' span #1’2 HWH | Gyosum-Fiber Galvalume Plate (Flat) 2.0 ft2 Quick Spray Adhesive or EverGuard EnergyGuard HD Polyiso Cover Board or EnergyGuard | XF or OB500 PVCF-LO (4- ’
Tst,S 6" o.c stf Board may be used) TPO Quick Spray Adhesive LV50 HD Plus Polyiso Cover Board or min. 1.5-inch inch o.c.)
I followed by GAF SA Vapor Retarder | EnergyGuard Polyiso-HD Composite Insulation or
Ultra HD Composite Insulation
One or more layers, base layer min. 1-inch thick,
. . Unprimed substrate followed by optional subsequent layer(s) min. 1.5-inch thick
_'I\_/“né éz g:de (F)).r?;:c:rDensDeck Note 2 GAF SA Vapor Retarder XL or EnergyGuard Polyiso Insulation, EnergyGuard Ultra
ype s, © (Drill-Tec 3 in. Ribbed 1per | GAF SA Primer, EverGuard TPO Polyiso Insulation followed by Min. 0.5-inch LRF-M, LRF-
S-303. 33 steel; 6 ft SECUROCK ) X X . PVCF-XF -52.5
span, #12 HWH | Gypsum-Fiber Galvalume Plate (Flat) 2.0 ft Quick Spray Adhesive or EverGuard EnergyGuard HD Polyiso Cover Board or EnergyGuard XF or OB500
Teks’5 6" o.c Roof Board may be used) TPO Quick Spray Adhesive LV50 HD Plus Polyiso Cover Board or min. 1.5-inch
! o followed by GAF SA Vapor Retarder EnergyGuard Polyiso-HD Composite Insulation or
Ultra HD Composite Insulation
Min. 22 0.5-inch DensDeck Unprimed substrate followed by
T mé B (g;:de P;inl]zcor ensbec Note 2 GAF SA Vapor Retarder XL or One or more layers, base layer min. 1-inch thick, PVCF-LM (12-
5-304 3\?l>psteell' 6 ft SECUROCK (Drill-Tec 3 in. Ribbed 1 per GAF SA Primer, EverGuard TPO optional subsequent layer(s) min. 1.5-inch thick LRF-M, LRF- inch o.c.) or -60.0
. span #1’2 HWH | Gypsum-Fiber Galvalume Plate (Flat) 2.0 ft2 Quick Spray Adhesive or EverGuard EnergyGuard Polyiso Insulation or EnergyGuard Ultra XF or OB500 PVCF-LO (12- ’
TstIS 6" o.c stf Board may be used) TPO Quick Spray Adhesive LV50 Polyiso Insulation inch o.c.)
! - followed by GAF SA Vapor Retarder
. . Unprimed substrate followed by . . .
Min. 22 ga., 0.$-|nch DensDeck Note 2 GAF SA Vapor Retarder XL or One. or more layers, base layer min. 1-]nch th.ICk, PVCF-LM (12-
Type B, Grade Prime or . o A optional subsequent layer(s) min. 1.5-inch thick .
. (Drill-Tec 3 in. Ribbed 1 per GAF SA Primer, EverGuard TPO . . LRF-M, LRF- inch o.c.) or
S-305. 33 steel; 6 ft SECUROCK . - EnergyGuard Polyiso Insulation, EnergyGuard Ultra -60.0
. Galvalume Plate (Flat) 2.0 ft2 Quick Spray Adhesive or EverGuard A . . . XF or OB500 PVCF-LO (12-
span, #12 HWH | Gypsum-Fiber ' . Polyiso Insulation followed by Min. 0.25-inch )
Teks 5. 6” o.c Roof Board may be used) TPO Quick Spray Adhesive LV50 DensDeck Prime inch o.c.)
! - followed by GAF SA Vapor Retarder
Min. 22 0.5 T Unprimed substrate followed by
T mé B Cgi:de P;'irr::_Cor €nsUec Note 2 GAF SA Vapor Retarder XL or One or more layers, base layer min. 1-inch thick,
S-306 3;pstee’|~ 6 ft SECUROCK (Drill-Tec 3 in. Ribbed 1 per GAF SA Primer, EverGuard TPO optional subsequent layer(s) min. 1.5-inch thick LRF-M, LRF- PVCF-XF or 60.0
: span #1’2 HWH | Gypsum-Fiber Galvalume Plate (Flat) 2.0 ft2 Quick Spray Adhesive or EverGuard EnergyGuard Polyiso Insulation, EnergyGuard Ultra XF or OB500 PVCF-OB ’
Teks’5 6 o.c Roof Board may be used) TPO Quick Spray Adhesive LV50 Polyiso Insulation
! - followed by GAF SA Vapor Retarder
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TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

System Deck Thermal Barrier Vapor Barrier Insulation Layer(s) Roof Cover MDP
Attach Attach
No. (Note 1) Type Fasten (Note 11) e (Note 15) Type Notes 6.7.8 (Note 15) (psf)
Min. 22 ga 0.5-inch DensDeck Unprimed substrate followed by One or more layers, base layer min. 1-inch thick
Typ<-e B Gr;de P-rime or Note 2 GAF SA Vapor Retarder XL or optional subsequer;t layer(s) min. 1‘.5—inch thick,
S-307. 33 steél; 6 ft SECUROCK (Drill-Tec 3 in. Ribbed L per GAF SA Primer, EverGuard TPO EnergyGuard Polyiso Insulation, EnergyGuard Ultra LRF-M, LRF- PVCF-WB -67.5
span, #12 HWH | Gypsum-Fiber Galvalume Plate (Flat) 2.0 ft2 Quick Spray Adhesive or EverGuard Polyiso Insulation followed by Min. 0.25-inch XF or OB500
Teks 5, 6” o.c. Roof Board may be used) TPO Quick Spray Adhesive LV50 SECUROCK Gypsum-Fiber Roof Board
! followed by GAF SA Vapor Retarder
R ) Unprimed substrate followed by
"I\'/\I/Ipr)]é é? (g;r]::de g.r?nlmzc:rDenSDECk Note 2 GAF SA Vapor Retarder XL or One or more layers, base layer min. 1-inch thick, .PVCF_LM (4-
S-308. 33 steel; 6 ft SECUROCK (Drill-Tec 3 in. Ribbed 1 per GAF SA Primer, EverGuard TPO optional subsequent layer(s) min. 1.5-inch thick LRF-M, LRF- inch o.c.) or -67.5
span, #12 HWH | Gypsum-Fiber Galvalume Plate (Flat) 2.0ft?2 | Quick Spray Adhesive or EverGuard EnergyGuard Polyiso Insulation XF or OB500 _PVCF-LO (4-
Teks 5. 6” o.c. Roof Board may be used) TPO Quick Spray Adhesive LV50 inch o.c.)
! followed by GAF SA Vapor Retarder
X . Unprimed substrate followed by ) . .
e | g e | e GAFSvsporhrrdriLor | O Gl et i i i s
S-309. 33 steél; 6 ft SECUROCK (Drill-Tec 3 in. Ribbed L per GAF SA Primer, Eveygard TPO EnergyGuard Polyiso Insulation, EnergyGuard Ultra LRF-M, LRF- inch o.c.) or -67.5
span, #12 HWH | Gypsum-Fiber Galvalume Plate (Flat) 2.0 ft2 Quick Spray Adhesive or EverGuard Polyiso Insulation followed by Min. 0.25-inch XF or OB500 .PVCF-LO (4-
Teks 5, 6” o.c. Roof Board may be used) TPk SR dhesRQLVS0 SECUROCK Gypsum-Fiber Roof Board inch o.c.)
! followed by GAF SA Vapor Retarder
. ) Unprimed substrate followed by ) . .
b 22| DEeh et | e GAFShVapor ety | 077 eremer b i L
S-310. 33 Steél; 6 ft SECUROCK (Drill-Tec 3 in. Ribbed 1 per GA_F SA PrimelgQuerGuard Tel} EnergyGuard Polyiso Insulation, EnergyGuard Ultra LRF-M, LRF- PVCF-XF -67.5
span, #12 HWH | Gypsum-Fiber Galvalume Plate (Flat) 2.0 ft2 Quick SPray Adhesive o'r EverGuard Polyiso Insulation followed by Min. 0.25-inch XF or OB500
Teks 5, 6” o.c. Roof Board may be used) R -2y AN SECUROCK Gypsum-Fiber Roof Board
followed by GAF SA Vapor Retarder

TABLE 2F: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED BASE PLY, BONDED CAP PLY

Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck = - Vapor Barrier yer(s) p MDP
No. Note 1 ol Attac Note 15 Attad (psf)
{Note 1) Type (Note 11) (Note 17) {Note 15) Type (Notes 6,7,8) L7 Cap Ply
ASPHALT-APPLIED BASE PLY:
. . Min. 1.5-inch EnergyGuard Polyiso
. Min. 0.625-inch . .
Min. 22 ga., ) Insulation, EnergyGuard Ultra Polyiso
DensDeck Prime . .
5311, | PeB, or SECUROCK Note 2 LPer | /g Bp2-AA or VB-SBS-AA Insulation, EnergyGuard RA followed by min. | 0o | s an PVCF-HA -45.0*
' Grade 33 G Fib 4.0 ft2 0.25-inch DensDeck Prime or SECUROCK p '
steel RZE:LI;:;N; er Gypsum-Fiber Roof Board or min. 0.4375-
inch DEXcell Cement Roof Board
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TABLE 2F: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED BASE PLY, BONDED CAP PLY

Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck P s Vapor Barrier yerfs) [ MDP
asten Attac ttacl
No. (Note 1) T (Note 15) T Base PI Pl (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8) ase Fly ERLAY
Min. 22 ga Min. 0.625-inch GAFGLAS
<834 | pensDeck Prime Min. 1.5-inch EnergyGuard Polyiso RAtavent )
Type B, 1 per R . Perforated Venting «
S-312. Grade 33 or SECUROCK Note 2 20 ft2 VB-BP2-AA or VB-SBS-AA Insulation, EnergyGuard Ultra Polyiso hot asphalt Base Sheet / loose PVCF-HA -45.0
steel Gypsum-Fiber : Insulation, EnergyGuard RA laid followed by
Roof Board SBS-AA
TORCH-APPLIED BASE PLY:
Min. 22 ga Min. 0.625-inch Min. 1.5-inch EnergyGuard Polyiso
T é B ga. DensDeck Prime 1 per Insulation, EnergyGuard Ultra Polyiso LRF-M or PVCF-LM or
S-313. G\:gde ’33 or SECUROCK Note 2 4 gftz VB-SBS-TA Insulation, EnergyGuard RA followed by min. OB500 SBS-TA PVCF-LO, 12- -45.0*
steel Gypsum-Fiber : 0.25-inch DensDeck Prime or SECUROCK inch o.c.
Roof Board Gypsum-Fiber Roof Board
Min. 22 ga Min. 0.625-inch Min. 1.5-inch EnergyGuard Polyiso
T é B ga. DensDeck Prime 1 per Insulation, EnergyGuard Ultra Polyiso PVCF-LM or
5-314. ype s, or SECUROCK Note 2 p VB-SBS-TA Insulation or EnergyGuard RA followed by LRF-XF SBS-TA PVCF-LO, 12- | -45.0%
Grade 33 ; 4.0 ft2 - R . .
steel Gypsum-Fiber min. 0.25-inch DensDeck Prime or inch o.c.
Roof Board SECUROCK Gypsum-Fiber Roof Board
. Min. 0.625-inch Min. 1.5-inch EnergyGuard Polyiso
Min. 22 ga., . . .
Type B DensDeck Prime 1 per Insulation, EnergyGuard Ultra Polyiso LRE-M or PVCE-XE or
S-315. Gtgde 53 or SECUROCK Note 2 4 gftz VB-SBS-TA Insulation, EnergyGuard RA followed by min. 08500 SBS-TA PVCE-OB -45.0*
steel Gypsum-Fiber : 0.25-inch DensDeck Prime or SECUROCK
Roof Board Gypsum-Fiber Roof Board
. Min. 0.625-inch Min. 1.5-inch EnergyGuard Polyiso
Min. 22 ga., . R .
Type B DensDeck Prime 1 per Insulation, EnergyGuard Ultra Polyiso PVCE-XE or
5-316. ypes, or SECUROCK Note 2 R VB-SBS-TA Insulation or EnergyGuard RA followed by LRF-XF SBS-TA -45.0%
Grade 33 A 4.0 ft2 ) R . PVCF-OB
steel Gypsum-Fiber min. 0.25-inch DensDeck Prime or
Roof Board SECUROCK Gypsum-Fiber Roof Board
Unprimed substrate followed by GAF ) .
) Note 2 One or more layers, base layer min. 1-inch PVCF-LM (12-
. 0.5-inch R i SA Vapor Retarder XL or X . X .
Min. 22 ga., . (Drill-Tec 3 in. ) ) thick, optional subsequent layer(s) min. 1.5- inch o.c.),
DensDeck Prime ! GAF SA Primer, EverGuard TPO Quick . R R .
Type B, Ribbed 1 per ) ) inch thick EnergyGuard Polyiso Insulation, LRF-M, LRF- PVCF-LO (12- .
S-317. or SECUROCK Spray Adhesive, EverGuard TPO Quick . . SBS-TA . -45.0
Grade 33 . Galvalume 4.0 ft2 . . EnergyGuard Ultra Polyiso Insulation XF or OB500 inch o.c.),
Gypsum-Fiber Spray Adhesive LV50 or Matrix 307 . - .
steel Plate (Flat) ; - followed by Min. 0.25-inch DensDeck Prime PVCF-XF or
Roof Board may be used) Premium Asphalt Primer followed by or SECUROCK Gvosum-Fiber Roof Board PVCF-OB
y GAF SA Vapor Retarder P
Min. 22 ga., . . .
X Note 2 Unprimed substrate followed by GAF One or more layers, base layer min. 1-inch
Type B, 0.5-inch X . . . R PVCF-LM (12-
. (Drill-Tec 3 in. SA Vapor Retarder XL or thick, optional subsequent layer(s) min. 1.5- .
Grade 33 DensDeck Prime ! X . X R . . inch o.c.) or
Ribbed 1 per GAF SA Primer, EverGuard TPO Quick inch thick EnergyGuard Polyiso Insulation, LRF-M, LRF-
S-318. steel; 6 ft or SECUROCK X . . SBS-TA PVCF-LO (12- -60.0
. Galvalume 2.0 ft2 Spray Adhesive or EverGuard TPO EnergyGuard Ultra Polyiso Insulation XF or OB500 .
span, #12 Gypsum-Fiber X . X ! . inch o.c.) or
Plate (Flat) Quick Spray Adhesive LV50 followed by | followed by Min. 0.25-inch DensDeck Prime
HWH Teks Roof Board ) PVCF-XF
5 6" o.c may be used) GAF SA Vapor Retarder or SECUROCK Gypsum-Fiber Roof Board
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NEmoO | etc.e
TABLE 2F: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED BASE PLY, BONDED CAP PLY

Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck P s Vapor Barrier yerfs) [ MDP
asten Attac ttac
No. (Note 1) (Note 15) (psf)
Type (Note 11) (Note 17) Type (Notes 6,7,8) R DI
"I\'/“nt.e 22 ga. 0.5-inch Note 2 Unprimed substrate followed by GAF One or more layers, base layer min. 1-inch PVCF-LM (4-
ypes, : . (Drill-Tec 3 in. SA Vapor Retarder XL or thick, optional subsequent layer(s) min. 1.5- .
Grade 33 DensDeck Prime 3 i . X R X " inch o.c.) or
Ribbed 1 per GAF SA Primer, EverGuard TPO Quick inch thick EnergyGuard Polyiso Insulation, LRF-M, LRF-
S-319. steel; 6 ft or SECUROCK . . . SBS-TA PVCF-LO (4- -67.5
j Galvalume 2.0 ft2 Spray Adhesive or EverGuard TPO EnergyGuard Ultra Polyiso Insulation XF or OB500 .
span, #12 Gypsum-Fiber . . . ' . inch o.c.) or
HWH Teks Roof Board Plate (Flat) Quick Spray Adhesive LV50 followed by | followed by Min. 0.25-inch DensDeck Prime PVCE-XF
5 6" o.c may be used) GAF SA Vapor Retarder or SECUROCK Gypsum-Fiber Roof Board

TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
Top Insulation Layer
System Deck? (Note 1 Base Insulation Layer i L R Roof Cover MDP
(Note 1) ttac
No. Note 13, Note 17 Note 15 sf;
( b ) Type Fasten (Note 11) o7 (Note 15) (psf)
EVERGUARD PVC OR EVERGUARD PVC KEE / EVERGUARD #2331 BONDING ADHESIVE OR EVERGUARD #2331 BONDING ADHESIVE H APPLICATIONS:
Min. 2-inch EnergyGuard RA or EnergyGuard
$-320 Min. 22 ga., Type B, Grade 33 steel or | (Optional) One or more Ultra Polyiso Insulation or Min. 0.625-inch Note 2 1 per PVC-BA or PVC- -45.0*
' min. 2,500 psi structural concrete layers, any combination | DensDeck Prime or SECUROCK Gypsum-Fiber 4.0 ft2 BA-H '
Roof Board
Min. 22 ga., Type B, Grade 33 steel or | (Optional) One or more Min. 1.'5-|nch EnergyGuard U!tra Polyiso ) 1 per PVC-BA or PVC- "
S-321. . . D Insulation, EnergyGuard Polyiso-HD Composite Note 2 ) -45.0
min. 2,500 psi structural concrete layers, any combination . 4 A 3.2 ft BA-H
Insulation or Ultra HD Composite Insulation
N 2 (Drill-Te in. Ril Ivall
Min. 22 ga., Type B, Grade 33 steel or | One or more layers, any | Min. 0.25-inch DensDeck Prime or SECUROCK ote 2 (Drill-Tec 3 in. Ribbed Galvalume 1per | PVC-BAor PVC- .
5-322. min. 2,500 psi structural concrete combination, min. 1-inch Gypsum-Fiber Roof Board Plates (Flat), Drill-Tec 3" Standard Steel 3.21t? BA-H -45.0
0P T P Plates or Drill-Tec AccuTrac Flat Plates only) ’
N 2 (Drill-Te in. Ril Ivall
Min. 22 ga., Type B, Grade 33 steel or | One or more layers, any Min. 0.5-inch DensDeck Prime or min. 0.375- ote 2 (Dri e‘f- 3 in I,?bed Galvalume 1 per PVC-BA or PVC- «
S-323. . . A . - . . Plates (Flat), Drill-Tec 3” Standard Steel ) -45.0
min. 2,500 psi structural concrete combination, min. 1-inch inch SECUROCK Gypsum-Fiber Roof Board | 4.0 ft BA-H
Plates or Drill-Tec AccuTrac Flat Plates only)
. Min. 2.5-inch EnergyGuard Polyiso Insulation,
.22 ga. B . . .
Mm,, ga. Type B, erade 33 ste (Optional) One or more EnergyGuard Ultra Polyiso Insulation, 1 per PVC-BA or PVC-
S-324. 5/8” puddle welds, 6” o.c. or A W . . . Note 2 ) -45.0
layers, any combination | EnergyGuard Polyiso-HD Composite Insulation 2.3 ft BA-H
structural concrete . .
or Ultra HD Composite Insulation
Min. 2-inch EnergyGuard Polyiso Insulation, Note 2
5325 Min. 22 ga., Type B, Grade 33 steel or | (Optional) One or more | EnergyGuard Ultra Polyiso Insulation, 8 parts per min. 4 x 8 ft board with parts installed 1 per PVC-BA or PVC- _45.0*
’ min. 2,500 psi structural concrete layers, any combination | EnergyGuard Polyiso-HD Composite Insulation 24-inch o.c. in two parallel rows, 12 inches from 4.0 ft2 BA-H ’
or Ultra HD Composite Insulation the 8 ft edges of the board
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NEmoO | etc.e
TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof Cover MDP
No. Deck (Note 1) (Note 13, Note 17) Type Fasten (Note 11) Fisatd (Note 15) (psf)
(Note 17)
Drill-Tec #12 Fastener, Drill-Tec #14 Fastener, Drill-
Tec #12 DP Fastener or Drill-Tec #14 HD Fastener
) One or more layers, any ‘ - Wi'_‘h Drill-Tec 3 in. Ribbed GalvaI‘ume Plate (Flat), 1 per
S-326. Min. 22 ga., Type B, Grade 33 steel N L Min. 0.25-inch DEXcell FA Glass Mat Roof Board Drill-Tec 3” Flat Steel Plate or Drill-Tec AccuTrac PVC-BA -45.0*
combination, min. 1-inch Flat Plate, Drill-Tec #12 DF Fastener or Drill-Tec #14 321t
DF Fastener with Drill-Tec 3” DF Steel Insulation
Plate or Drill-Tec 3” ASAP Flat
Drill-Tec #12 Fastener, Drill-Tec #14 Fastener, Drill-
Tec #12 DP Fastener or Drill-Tec #14 HD Fastener
) One or more layers, any ‘ ‘ wiFh Drill-Tec 3 in. Ribbed GalvaI‘ume Plate (Flat), 1 per
S-327. Min. 22 ga., Type B, Grade 33 steel N N Min. 0.5-inch DEXcell FA Glass Mat Roof Board Drill-Tec 3” Flat Steel Plate or Drill-Tec AccuTrac PVC-BA -45.0*
combination, min. 1-inch Flat Plate, Drill-Tec #12 DF Fastener or Drill-Tec #14 4.0ft2
DF Fastener with Drill-Tec 3” DF Steel Insulation
Plate or Drill-Tec 3” ASAP Flat
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
Fastener, Drill-Tec XHD Fastener (steel only), Drill-
- Min. 22 ga., Type B, Grade 33 steel or | (Optional) One or more | Min. 0.375-inch SECUROCK Ultralight Coated Izzt:rlmirD(':tZZSIts:I?/;,(;E:ﬁféllgif::ID-EZtt?wzeP::-l Lper | PVCBAOrPVC- | o
min. 2,500 psi structural concrete layers, any combination | Glass-Mat Roof Board Drill-Tec #15 EHD Fastener (steel only) with Drill- 2.7 ft? BA-H
Tec 3” Standard Steel Plate or Drill-Tec 3” Flat Steel
Plate
Min. 1.5-inch EnergyGuard Polyiso Insulation,
5329 Min. 22 ga., Type B, Grade 33 steel or | (Optional) One or more EnergyGuard Ultra Polyiso Insulation, Note 2 1 per PVC-BA or PVC- -45.0*
' min. 2,500 psi structural concrete layers, any combination | EnergyGuard RA, Min. 0.25-inch DensDeck 2.0 ft? BA-H
Prime or SECUROCK Gypsum-Fiber Roof Board
Note 2
=1
' One or more layers, any Min. 0.5-inch EnergyGuard HD Polyiso Cover !
$-330. Min. 22 ga., Type B, Grade 33 steel or combination. min. 1.5- Board or EnergyGuard HD Plus Polyiso Cover ® 1 per PVC-BA or PVC- -45.0*
min. 2,500 psi structural concrete inch ! Board or min. 1.5-inch EnergyGuard Polyiso 5 3.2 ft? BA-H
Insulation
5% LB L& B E
=1 3 3 = 3 3
5331, Min. 22 ga., Type B, Grade 33 steel or | One or more layers, any g’!:}:'jr E\c:r:;sizjgayr(;u:lgdPTuDs iz:zlizz (C:Z\;Z: Note 2 1 per PVC-BA or PVC- _45.0*
min. 2,500 psi structural concrete combination Board 2.0 ft? BA-H
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Deck# (Note 1
No. (Note 1) (Note 13, Note 17) Type Fasten (Note 11) Attach (Note 15) (psf)
(Note 17)
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
(Optional) One or more #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
layers, any XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per
S-332. Min. 22 ga., Type B, Grade 33 steel s ) Min. 2.0-inch Ultra HD Composite Insulation Tec 3” Recessed Steel Plate, Drill-Tec 3” Steel Plate, ) PVC-BA -45.0*
combination, min 0.5- Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed 5.3ft
inch, loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
Min. 22 ga., Type B, Grade 33 steel; 6 . Min. 2-inch EnergyGuard Ultra Polyiso
S-333. ft spans, #12 HWH Teks 5, 6” o.c. or l(;)ztrl?n:rl]) cc)gswtk;irnnz:t(i):; Insulation, EnergyGuard Polyiso-HD Composite Note 2 217p?tr2 EXCHBA orpPve -52.5
min. 2,500 psi structural concrete Yers, any Insulation or Ultra HD Composite Insulation ’
Min. 22 ga., Type B, Grade 33 steel; 6 | One or more layers, any | . o 55 inch DensDeck Prime or SECUROCK lper | PVC-BA orPVC-
S-334. ft spans, #12 HWH Teks 5, 6” o.c. or combination, min. 1- . Note 2 ) -52.5
) . X Gypsum-Fiber Roof Board 1.8ft BA-H
min. 2,500 psi structural concrete inch
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
Fastener, Drill-Tec XHD Fastener (steel only), Drill-
Min. 22 ga., T B l; | ill-
in ga., Type B, Grade 35) steel; 6 One qr mf)re aYerS, any Min. 0.25-inch SECUROCK Ultralight Coated Tec #12 DP Fastener (stgel only), Drill-Tec #12 DPH 1 per PVC-BA or PVC-
S-335. ft spans, #12 HWH Teks 5, 6” o.c. or combination, min. 1- al Mat Roof Board Fastener (steel only), Drill-Tec #14 HD Fastener or 13 f2 BA-H -52.5
min. 2,500 psi structural concrete inch gss-Mat Root Bagy Drill-Tec #15 EHD Fastener (steel only) with Drill- : :
Tec 3” Standard Steel Plate or Drill-Tec 3” Flat Steel
Plate
Min. 22 ga., Type B, Grade 33 steel; 6 | One or more layers, any | Min. 0.5-inch EnergyGuard HD Polyiso Cover 1 per PVC-BA or PVC-
S-336. ft spans, #12 HWH Teks 5, 6” o.c. or combination, min. 1.5- Board or EnergyGuard HD Plus Polyiso Cover Note 2 P ) -52.5
) . . 1.45 ft BA-H
min. 2,500 psi structural concrete inch Board
. Min. 2-inch EnergyGuard Polyiso Insulation
Min. 22 ga., T B l; . . . !
n ga. "ype , Grade 3,?,’ steel; 6 (Optional) One or more EnergyGuard Ultra Polyiso Insulation, 1 per PVC-BA or PVC-
S-337. ft spans, 5/8” puddle weld 6” o.c. or . . . . . Note 2 ) -60.0
) . layers, any combination | EnergyGuard Polyiso-HD Composite Insulation 1.8 ft BA-H
min. 2,500 psi structural concrete . X
or Ultra HD Composite Insulation
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
Fastener, Drill-Tec XHD Fastener (steel only), Drill-
Min. 22 ga., Type B, Grade 33 steel; 6 One or more layers, any . . . Tec #12 DP Fastener (steel only), Drill-Tec #12 DPH
S-338. ft spans, #12 HWH Teks 5, 6” o.c. or combination, min. 1- C'\illlm. 0.25 mChfSECUEOCK Ultralight Coated Fastener (steel only), Drill-Tec #14 HD Fastener or 10':)?:2 PVC-BA or PVC -60.0
min. 2,500 psi structural concrete inch ass-Mat Roof Boar Drill-Tec #15 EHD Fastener (steel only) with Drill- 1 BA-H
Tec 3” Standard Steel Plate or Drill-Tec 3” Flat Steel
Plate

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ
GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411

TOP OF PAGE

PEER-GAF-008.B.R52 for FL3443-R63 (HVHZ)
Revision 52: 08/17/2026
Appendix 1, Page 64 of 168




TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.

NEmoO | etc.e

Top Insulation Layer

inch

Plate

System Base Insulation Layer Roof Cover MDP
Deckt (Note 1)
No. o= (Note 13, Note 17) Type Fasten (Note 11) Attach (Note 15) (psf)
(Note 17)
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
. (Optional) One or more #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
Min. 22 ga., Type B, Grade 33 steel, 6 ft layers, any XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per
S-339. span, #12 HWH Teks 4, #12 HWH Teks 5 s . Min. 2.0-inch Ultra HD Composite Insulation Tec 3” Recessed Steel Plate, Drill-Tec 3” Steel Plate, ) PVC-BA -60.0
or Hilti X-HSN 24, 6” o.c. f:ombmatlon,.mm 0.5- Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed 2.1t
inch, loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
Min. 22 ga., Type B, Grade 33 steel; 6 . . . . .
I & "yp " (Optional) One or more Min. 2-inch EnergyGuard Polyiso Insulation, 1 per PVC-BA or PVC-
S-340. ft spans, 5/8” puddle weld 6” o.c. or L . . Note 2 ) -67.5
) . layers, any combination | EnergyGuard Ultra Polyiso Insulation 1.8ft BA-H
min. 2,500 psi structural concrete
Fasteners per Note 2 with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat), Drill-Tec 3” Flat Steel Plate,
Drill-Tec 3” Standard Steel Plate or Drill-Tec 3” DF
Steel Insulation Plate
I & R q
Bl E Bl =) Bl 5
Min. 22 ga., Type B, Grade 33 steel; 6 | One or more layers, any | Min. 0.5-inch EnergyGuard HD Polyiso Cover [ 1 per PVC-BA or PVC-
S-341. ft spans, #12 HWH Teks 5, 6” o.c. or combination, min. 1.5- Board or EnergyGuard HD Plus Polyiso Cover 3 % 1 4'; 2 | BA-H -67.5
min. 2,500 psi structural concrete inch Board N H :
el 8 BB B2
53 5 57 3 E
Min. 22 ga., Type B, Grade 33 steel; 6 | One or more layers, any . . X
’ . § . 9 . Min. 0.375-inch SECUROCK Gypsum-Fiber Roof 1 per PVC-BA or PVC-
S-342. ft spans, #12 HWH Teks 5, 6” o.c. or combination, min. 1- : : ypsu ! Note 2 P ) -67.5
) . X Board 1.3 ft BA-H
min. 2,500 psi structural concrete inch
Min. 22 ga., Type B, Grade 33 steel; 6 | One or more layers, any . ) . .
’ . . . W Min. 0.5-inch Structodek High Density Roof 1 per PVC-BA or PVC-
S-343. ft spans, #12 HWH Teks 5, 6” o.c. or combination, min. 1.5- . Y e Y Note 2 p ) -67.5
) . ) Fiberboard 1.0 ft BA-H
min. 2,500 psi structural concrete inch
Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
. . . One or more layers, any Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
. . . ; X 1 -B -
s-34q, | 2280, Tvbe B min SSSTSteeti 6 1 compination, min. 15+ | Min. 0.5-inch DensDeck Prime Galvalume Plate (Flat), Drill-Tec 3" Flat Steel Plate, ik PVCBAOIPVC | 675
span, 5/8” puddle welds, 6” o.c. inch Drill-Tec 3” Standard Steel Plate or Drill-Tec 3” 2.0 BA-H
Steel Plate
One or more lavers, an Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
s345. | Min.22ga, Type B, min. 55 ksisteel; 6 s A i Y| Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed 1per | PVC-BA or PVC- 675
3% | ft span, 5/8” puddie welds, 6” o.c. comegggtion, min. 157 Board Galvalume Plate (Flat) or Drill-Tec 3” Flat Steel 20f | BA-H R
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Deckt (Note 1)
No. o= (Note 13, Note 17) Type Fasten (Note 11) Attach (Note 15) (psf)
(Note 17)
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
. (Optional) One or more #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
Min. 22 ga., Type B, Grade 33 steel, 6 ft layers, any XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per
S-346. span, #12 HWH Teks 4, #12 HWH Teks 5 s . Min. 2.0-inch Ultra HD Composite Insulation Tec 3” Recessed Steel Plate, Drill-Tec 3” Steel Plate, 6 fi2 PVC-BA -67.5
or Hilti X-HSN 24, 6” o.c. f:ombmatlon,.mm 0.5- Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed L
inch, loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
Min. 22 ga., Type B, Grade 33 steel; 6 | One or more layers, an
ga., 1yp ” rmorelavers, any |- . ) 1per | PVC-BAor PVC-
S-347. ft spans, #12 HWH Teks 5, 6” o.c. or combination, min. 1.5- Min. 0.25-inch DensDeck Prime Note 2 ) -75.0
) . X 1.45 ft BA-H
min. 2,500 psi structural concrete inch
Drill-Tec #12 Fastener, Drill-Tec #14 Fastener, Drill-
Tec XHD Fastener, Drill-Tec #12 DP Fastener, Drill-
Tec #12 DPH Fastener, Drill-Tec #14 HD Fastener or
. Optional) One or more . . . . ill- i ill- "
Min. 22 ga., Type B, Grade 33 steel; 6 (Op .) . Min. 1.5-inch EnergyGuard Polyiso Insulation or Drill Tec.#ls EHD_ FasFenerwnh Drill-Tec 3 Steel 1 per PVC-BA or PVC-
S-348. £ #12 HWH Tek ” layers, min. 1.5-inch top £ 4 RA Plate, Drill-Tec 3 in. Ribbed Galvalume Plate (Flat), 1asfe | BAH -82.5
tspans, eks5, 6" o.c. insulation nergyGuar Drill-Tec 3” Standard Steel Plate, Drill-Tec AccuTrac Asf i
Flat Plate, Drill-Tec AccuTrac Recessed Plate, Drill-
Tec 3” Flat Steel Plate or Drill-Tec 3” Recessed Steel
Plate
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
Min. 22 ga., Type B, Grade 33 steel; 6 Fastener, Drill-Tec XHD Fastener (steel only), Drill-
) 7 ! ! One or more layers, an . . ill-
ft span, #12 HWH Teks 5 screw with T MOTE YT, a0 | Min. 0.5-inch SECUROCK Ultralight Coated Tec #12 DP Fastener (steel only), Drill Tec #12DPH | 9 o | pyc_gA or PVC-
S-349. e h P in. 2.500 bsi combination, min. 1- | ¢ Fastener (steel only), Drill-Tec #14 HD Fastener or s -82.5
4" washers, 6” o.c. or min. 2,500 psi inch Glass-Mat Roof Board Drill-Tec #15 EHD Fastener (steel only) with Drill- 1.45 ft BA-H
structural concrete Tec 3” Standard Steel Plate or Drill-Tec 3” Flat Steel
Plate
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
o
‘
™ |
£l A
Min. 22 ga., Type B, min. 55 ksi steel; 6 One or more layers, any . ! ! ‘ ;" 1 per PVC-BA or PVC-
-350. . . ; . .0.625- DensD E -82.
5350 ft span, #12 HWH Teks 5, 6” o.c. combination, min. 1-inch phin. 0.625-inch DensDeck StormX Prime ! 2.7 ft2 BA-H 825
o5 K. & o8 BT
775 5 5 5 5 5 3
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati ! oof Cover
Deck# (Note 1
No. L] (Note 13, Note 17) Type Fasten (Note 11) s (Note 15) (psf)
(Note 17)
Min. 22 ga., Type B, min. 55 ksi steel; 6 One or more layers, any . . . Drill-Tec XHD Fastener with Drill-Tec 3 in. 1 per PVC-BA or PVC-
>0 ft span, #12 HWH Teks 5, 6” o.c. combination, min. 1-inch Min. 0.625-inch DensDeck StormX Prime Ribbed Galvalume Plate (Flat) 2.7 ft2 BA-H 825
Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat), Drill-Tec 3” Flat Steel Plate,
Drill-Tec 3” Standard Steel Plate or Drill-Tec 3”
Steel Plate
I & BB a
5 E 5 5 5 5
. . . One or more layers, any o }
Min. 22 ga., Type B, min. 55 ksi steel; 6 - ; . ! . b } 1 per PVC-BA or PVC-
- . bination, . 1.5- Min. 0.5-inch DensDeck P E 1 -82.
22 ft span, 5/8” puddle welds, 6” o.c. icr:)cr: ination, min in. 0.5-inch DensDeclggme R % 1.45ft? | BA-H 82.5
ele s Bl L8 7l
57 5 El Ei El 5 5
Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat) or Drill-Tec 3” Flat Steel
Plate
B R & BB a
5 E 5 5 5 5
s353 | Min.22ga, TypeB, min. 55 ksi steel; 6 S;;;;;“tf’;: ':’;“i Z“V Min. 0.5-inch SECUROCK Gypsum-Fiber Roof : L | lper | PVCBAOIPVC- | .
: ft span, 5/8” puddle welds, 6” o.c. inch . Board il g 1.45ft> | BA-H '
~N T
= i
RTINS
° 3 3 3 3 5 7
Drill-Tec #14 Fastener, Drill-Tec #14 HD Fastener, Drill-
. (Optional) One or more Tec #15 DF Fastener, Drill-Tec XHD Fastener or Drill-Tec
Min. 22 ga., Type B, Grade 33 steel, 6 ft layers, any #15 EHD Fastener with Drill-Tec 3” Recessed Steel 1 per
S-354. span, #12 HWH Teks 4, #12 HWH Teks 5 b'l ; \ Min. 2.0-inch Ultra HD Composite Insulation Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” Flat Steel 1.0 fi2 PVC-BA -82.5
or Hilti X-HSN 24, 6” o.c. Fom lnatlon,'mln 0.5- Plate, Drill-Tec 3 in. Ribbed Galvalume Plate (Flat), Drill- :
inch, loose-laid Tec 3” Standard Steel Plate, Drill-Tec AccuTrac Flat
Plate or Drill Tec 3” DF Steel Insulation Plate
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Deckt (Note 1)
No. o= (Note 13, Note 17) Type Fasten (Note 11) Attach (Note 15) (psf)
(Note 17)
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Min. 22 T B. Grade 33 L6 ft Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
in. 22 ga., Type B, Grade 33 steel, 0 #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
ne or more layers, an . . . ’ ’
5-355 span, two (2) #12 HWH Teks 4, #12 combination n:lin 1- v Min. 0.5-inch DensDeck Prime or SECUROCK XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per PVC-BA 825
" | HWH Teks 5 or Hilti X-HSN 24 per ; i’ Gypsum-Fiber Roof Board Tec 3" Flat Steel Plate, Drill-Tec 3 in. Ribbed Galvalume | 1.0 ft? '
attachment pont, 6” o.c. inch, loose-laid Plate (Flat), Drill-Tec 3” Standard Steel Plate, Drill-Tec
AccuTrac Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Min. 22 ga., Type B, Grade 33 steel; 6 One or more lavers. an
ft spans, two (2) #12 HWH Teks 5, 6” T MOrelavers, any | Min. 0.5-inch SECUROCK Gypsum-Fiber Roof 1per | PVC-BAor PVC-
S-356. X . combination, min. 1.5- Note 2 ) -90.0
o.c. or min. 2,500 psi structural inch Board 1.0 ft BA-H
concrete
Min. 22 ga., Type B, min. 55 ksi steel; 6 One or more layers, any . . . Drill-Tec XHD Fastener with Drill-Tec 3 in. 1 per PVC-BA or PVC-
2 ft span, #12 HWH Teks 5, 6” o.c. combination, min. 1-inch Min. 0.625-inch DensDeckgormX Prime Ribbed Galvalume Plate (Flat) 1.8 ft2 BA-H 975
. Note 2 (Drill-Tec 3 in. Ribbed Galvalume
Min. 22 ga., Type B, Grade 80 steel; 6 One or more layers, an . . . . ,
5358 ft; an tgwo (;)pmz HWH Teks 5. 67 combination rr:/in 1 5_y Min. 0.5-inch EnergyGuard HD Polyiso Cover Plates (Flat), Drill-Tec 3” Standard Steel 1 per PVC-BA or PVC- 1125
' o cp ! ! inch ’ T Board Plates, Drill-Tec 3” DF Steel Insulation Plate 1.0 ft? BA-H '
o or Drill-Tec 3” Flat Steel Plate only)
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
. Min. 1-inch Fastener, Drill-Tec XHD Fastener (steel only), Drill-
Min. 22 ga., Type B, Grade 80 steel; 6 ) Tec #12 DP Fastener (steel only), Drill-Tec #12 DPH
" EnergyGuard Polyiso -
5-350 ft spans, two (2) #12 HWH Teks 5, 6 Insulation or Min. 0.5-inch DensDeck Pri Fastener (steel only), Drill-Tec #14 HD Fastener or 1 per EverGuard PVC 1275
) o.c. or min. 2,500 psi structural in. 0.57Qel Densbec MG Drill-Tec #15 EHD Fastener (steel only) with Drill- 1.0 ft2 /#2331 )
concrete Ener.gyGuard L-JItra Tec 3” Standard Steel Plate, Drill-Tec 3 in. Ribbed
Polyiso Insulation Galvalume Plate (Flat), Drill-Tec AccuTrac Flat Plate
or Drill-Tec 3” Flat Steel Plate
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
Min. 22 ga., Type B, Grade 33 steel; 6 Fastener, Drill-Tec XHD Fastener (steel only), Drill-
. o a . lo) | 3 i A . ill-
ft span, #12 HWH Teks 5 screw with N O.r mf)re ay.ers 3 | Min. 0.5-inch SECUROCK Ultralight Coated Tec #12 DP Fastener (Stéel only), Drill-Tec #12 DPH 1 per EverGuard PVC
S-360. o h ” . - combination, min. 2- P Fastener (steel only), Drill-Tec #14 HD Fastener or ) -127.5
%” washers, 6” o.c. or min. 2,500 psi inch Glass-Mat Roof Board Drill-Tec #15 EHD Fastener (steel only) with Drill- 1.0 ft / #2331
structural concrete Tec 3” Standard Steel Plate or Drill-Tec 3” Flat Steel
Plate
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NEmoO | etc.e
TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Deck# (Note 1
No. (Note 1) (Note 13, Note 17) Type Fasten (Note 11) Attach (Note 15) (psf)
(Note 17)
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
B o
£ Bl
¥ T
, s
Min. 22 ga., Type B, min. 55 ksi steel; 6 One or more layers, any . . . F z 1 per
S-361. ft span, #12 HWH Teks 5, 6” o.c. combination, min. 1-inch Min. 0.625-inch DensDeck StormX Prime 3 1.8 f2 PVC-BA -127.5
e
Fe R BB o8 B
TS Ts R s s TsE e
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, D}ill-
Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
Min. 22 ga., Type B, Grade 80 steel, 6 ft One or more layers, an . . . #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
. yp L. y v Min. 0.5-inch DensDeck Prime or SECUROCK XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per
S-362. span, two (2) #12 HWH Teks 4, #12 combination, min 0.5- X ” ) . PVC-BA -127.5
o ” N X Gypsum-Fiber Roof Board Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed Galvalume 1.0 ft2
HWH Teks 5 or Hilti X-HSN 24, 6” o.c. inch, loose-laid Plate (Flat), Drill-Tec 3" Standard Steel Plate, Drill-Tec
AccuTrac Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
o
K
Min. 22 ga., Type B, min. 55 ksi steel; 6 One or more layers, any . . . 5 1 per
S-363. ft span, #12 HWH Teks 5, 6” o.c. combinationdmin. 19ch Min. 0.625-inch DensDeck StormX Prime 1.3 ft2 PVC-BA 135.0
.‘5,
.
Sel ke LB LB R L8 |2
° 5 5 5 5 5 Z
Drill-Tec #12 Fastener (steel only), Drill-Tec #1
Min. 22 ga., Type B, Grade 80 steel; 6 Fastener, Drill-Tec XHD Fastener (steel only), Drill-
) Z ! o One or more layers, an ) ) ) ill-
ft span, #12 HWH Teks 5 screw with - y Y| Min. 0.5-inch SECUROCK Ultralight Coated Tec #12 DP Fastener (St?EI only), Drill-Tec #12 DPH 1 per EverGuard PVC
S-364. e h 6 in. 2.500 bsi combination, min. 1.5- al Mat Roof Board Fastener (steel only), Drill-Tec #14 HD Fastener or 1.0 f2 #2331 -142.5
4" washers, 67 0.c. ormin. 2, psi inch ass-Mat Roof Boar Drill-Tec #15 EHD Fastener (steel only) with Drill- . /
structural concrete Tec 3” Standard Steel Plate or Drill-Tec 3” Flat Steel
Plate
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Deckt (Note 1)
No. o= (Note 13, Note 17) Type Fasten (Note 11) Attach (Note 15) (psf)
(Note 17)
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
T T
: 5 5
I~ | [
7 s A
Min. 22 ga., Type B, min. 55 ksi steel; 6 One or more layers, any . . . | . 5 bt 1 per
S-365. ft span, #12 HWH Teks 5, 6” o.c. combination, min. 1-inch Min. 0.625-inch DensDeck StormX Prime ? f ’ 13 f12 PVC-BA -142.5
i £
£
ele N mlPele N Bl e
R e T I A
EVERGUARD PVC / EVERGUARD PVC QUICK LAY ADHESIVE APPLICATIONS:
. . Min. 2-inch EnergyGuard RA or Min. 0.625-inch
s-3g6. | Min-228a., TypeB, Grade 33 steelor | (Optional) One ormore | o prime o SECUROCK Gypsum-Fiber | Note 2 Lper | pycal -45.0%
min. 2,500 psi structural concrete layers, any combination 4.0 ft
Roof Board
. . Min. 1.5-inch EnergyGuard Ultra Polyiso
Min. 22 ga., T B | | 1
S-367. .|n ga., ype , Grade 33 steelor | (Optional) One OI.’ mc.Jre Insulation, EnergyGuard Polyiso-HD Composite Note 2 perz PVC-QL -45,0*
min. 2,500 psi structural concrete layers, any combination . . A 3.2 ft
Insulation or Ultra HD Composite Insulation
. . p ) Note 2 (Drill-Tec 3 in. Ribbed Galvalume
saca, | M 226n T Grade 3 desor | s | i, D380 BerDeck e o SKELNOCK | s i) oS seel | A% || s
- e2Up 4 P Plates or Drill-Tec AccuTrac Flat Plates only) :
N 2 (Drill-Te in. Ril Ivall
Min. 22 ga., Type B, Grade 33 steel or | One or more layers, any Min. 0.5-inch DensDeck Prime or min. 0.375- ote 2 (Dri e‘f- 3 in ’,?bed Galvalume 1 per
S-369. . . A ) - . . Plates (Flat), Drill-Tec 3” Standard Steel ) PVC-QL -45.0*
min. 2,500 psi structural concrete combination, min. 1-inch inch SECUROCK Gypsum-Fiber Roof Board | 4.0 ft
Plates or Drill-Tec AccuTrac Flat Plates only)
Min. 2.5-inch EnergyGuard Polyiso Insulation,
Min. 22 ga., Type B, Grade 33 steel or | (Optional) One or more EnergyGuard Ultra Polyiso Insulation, 1 per
a b - . . . N 2 PVC-QL -45.
5-370 structural concrete layers, any combination | EnergyGuard Polyiso-HD Composite Insulation ote 2.3 ft? ca >0
or Ultra HD Composite Insulation
Min. 2-inch EnergyGuard Polyiso Insulation, Note 2
5371 Min. 22 ga., Type B, Grade 33 steel or | (Optional) One or more EnergyGuard Ultra Polyiso Insulation, 8 parts per min. 4 x 8 ft board with parts installed 1 per pvC-QL _45.0*
’ min. 2,500 psi structural concrete layers, any combination EnergyGuard Polyiso-HD Composite Insulation 24-inch o.c. in two parallel rows, 12 inches from 4.0 ft2 '
or Ultra HD Composite Insulation the 8 ft edges of the board
. . Min. 1.5-inch EnergyGuard Polyiso Insulation,
.22 ga. B . . 1
sam. | M T2gs e Grate 2 desor | (Ontora) 0ne e | e i 025 b | ot e ea [
o P Yers, any Prime or SECUROCK Gypsum-Fiber Roof Board ’
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Deckt (Note 1)
No. o= (Note 13, Note 17) Type Fasten (Note 11) ﬁttafj? (Note 15) (psf)
! ote !
Note 2
.é.
One or more lavers. an Min. 0.5-inch EnergyGuard HD Polyiso Cover
5373 Min. 22 ga., Type B, Grade 33 steel or combination n:lin i 5_y Board or EnergyGuard HD Plus Polyiso Cover N 1 per pvC-QL _45.0*
’ min. 2,500 psi structural concrete inch ! T Board or min. 1.5-inch EnergyGuard Polyiso 5 3.2 ft? ’
Insulation
[~ o | & b ) (™
5 5 5 5 5 5
. Min. 0.5-inch EnergyGuard HD Polyiso Cover
Min. 22 ga., T B, Gr. lor ne or more layers, an . 1 per
5374, | Min-22ga., TypeB, Grade 33 steelor | One or morelayers, any | g, o EnergyGuard HD Plus Polyiso Cover | Note 2 Per | pvcaL -45.0*
min. 2,500 psi structural concrete combination Board 2.0 ft
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
(Optional) One or more #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
layers, any XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per
S-375. Min. 22 ga., Type B, Grade 33 steel b'l X . Min. 2.0-inch Ultra HD Composite Insulation Tec 3” Recessed Steel Plate, Drill-Tec 3” Steel Plate, ) PVC-QL -45.0*
combination, min 0.5- Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed 5.3 ft
inch, loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
Min. 22 ga., Type B, Grade 33 steel; 6 | One or more layers, any . . .
n. 0.25-inch DensDeck Prime or SECUROCK 1 per
S-376. ft spans, #12 HWH Teks 5, 6” o.c. or combination, min. 1- . 02> I ch DEg@geck Prime or SECUROC Note 2 pe ) PVC-QL -52.5
) . X Gypsum-Fiber Roof Board 1.8 ft
min. 2,500 psi structural concrete inch
Min. 0.25-inch DensDeck Prime or SECUROCK
Min. 22 ga., Type B, Grade 33 steel; 6 One or more layers, an G I st?m:r’Filb:e:r R(fofsB(?:rd olr r:i: (Jss?iﬁcr?c 1 per
$-377. | ftspans, #12 HWH Teks 5, 6” o.c. o Mot R : e Note 2 e | Pvcat -60.0
min. 2.500 psi structural concrete combination EnergyGuard HD Polyiso Cover Board or 1.45 ft
o P EnergyGuard HD Plus Polyiso Cover Board
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
X Optional) One or more #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
Min. 22 ga., Type B, Grade 33 steel, 6 I(aypers an:/ XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per
S-378. ft span, #12 HWH Teks 4, #12 HWH b'l K \ Min. 2.0-inch Ultra HD Composite Insulation Tec 3” Recessed Steel Plate, Drill-Tec 3” Steel Plate, 5 PVC-QL -60.0
Teks 5 or Hilti X-HSN 24, 6” o.C. f:om matlon'_mm 0.5- Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed 2.11t
inch, loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof Cover MDP
No. Deck (Note 1) (Note 13, Note 17) Type Fasten (Note 11) Fisatd (Note 15) (psf)
(Note 17)
Min. 22 ga., Type B, Grade 33 steel; 6 Optional) O g/lm' 2 énCh (IjErLeIrgy(;Ufr.d Plolylslo I.nsulatlon, 1
5379, ft spans, #12 HWH Teks 5, 6” o.c. or (Optional) One o.r mc..\re nergyGuar trz-? olyiso Insu at.lon, _ Note 2 per pvC.QL 675
. . layers, any combination | EnergyGuard Polyiso-HD Composite Insulation 1.8 ft2
min. 2,500 psi structural concrete . X
or Ultra HD Composite Insulation
Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
. . . . One or more layers, any Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
S-380. Min. 22 ga.,"Type B, min. 55 IE,S| steel; 6 combination, min. 1.5- Min. 0.5-inch DensDeck Prime Galvalume Plate (Flat), Drill-Tec 3” Flat Steel Plate, 1 perz PVC-QL -67.5
ftspan, 5/8” puddle welds, 6” o.c. inch Drill-Tec 3” Standard Steel Plate or Drill-Tec 3” 2.0ft
Steel Plate
) ) ) One or more layers, any ) ) ) Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
: Min. 22 ga., Type B, min. 55 ksi steel; 6 binati . 1 5 Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed 1 per pPVC-QL 675
5-381. ft span, 5/8” puddle welds, 6” o.c. combination, min. 1. Board Galvalume Plate (Flat) or Drill-Tec 3” Flat Steel 2.0 ft2 Q ’
inch Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
. (Optional) One or more #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
Min. 22 ga., Type B, Grade 33 steel, 6 ft layers, any XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per
S-382. span, #12 HWH Teks 4, #12 HWH Teks 5 M . Min. 2.0-inch Ultra HD Composite Insulation Tec 3” Recessed Steel Plate, Drill-Tec 3” Steel Plate, ) PVC-QL -67.5
or Hilti X-HSN 24, 6” o.c. combination, min 0.5- Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed 16ft
inch, loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
Drill-Tec #12 Fastener, Drill-Tec #14 Fastener, Drill-
Tec XHD Fastener, Drill-Tec #12 DP Fastener, Drill-
Tec #12 DPH Fastener, Drill-Tec #14 HD Fastener or
Min. 22 ga., Type B, Grade 33 steel; 6 (Optlonal.) Oony qr more Min. 1.5-inch EnergyGuard Polyiso Insulation or D””"Tecﬁls EH? FaSFener with Drill-Tec 3" Steel 1 per
S-383. ” layers, min. 1.5-inch top Plate, Drill-Tec 3 in. Ribbed Galvalume Plate (Flat), , | PvC-QlL -82.5
ft spans, #12 HWH Teks 5, 6” o.c. insulation EnergyGuard RA Drill-Tec 3” Standard Steel Plate, Drill-Tec AccuTrac 1451t
Flat Plate, Drill-Tec AccuTrac Recessed Plate, Drill-
Tec 3” Flat Steel Plate or Drill-Tec 3” Recessed Steel
Plate
Min. 22 ga., Type B, Grade 33 steel; 6 (Optional) One or more 'I;/rl:zr : gnChrdEanlzfyiu?r'd Pl(:wlylﬁotl'nimatlon’ 1 per
5-384. | ftspans, #12 HWH Teks 5, 6” o.c. or N o Eybua aroliso lnsulation, Note 2 Per | pvc-aL 825
) . layers, any combination | EnergyGuard Polyiso-HD Composite Insulation 1.45 ft?
min. 2,500 psi structural concrete . X
or Ultra HD Composite Insulation

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ
GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411

TOP OF PAGE

PEER-GAF-008.B.R52 for FL3443-R63 (HVHZ)
Revision 52: 08/17/2026
Appendix 1, Page 72 of 168



NEmoO | etc.e
TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Deckt (Note 1)
No. o= (Note 13, Note 17) Type Fasten (Note 11) Attach (Note 15) (psf)
(Note 17)
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
@
‘
5 |
El A
Min. 22 ga., Type B, min. 55 ksi steel; 6 One or more layers, any . . . ‘ §° 1 per
S-385. ft span, #12 HWH Teks 5, 6” o.c. combination, min. 1-inch Min. 0.625-inch DensDeck StormX Prime : . i 27 f2 PVC-QL 82.5
Je.B B & BB B2
2 5 F 5 5 5 F 7
Min. 22 ga., Type B, min. 55 ksi steel; 6 One or more layers, any . ) . Drill-Tec XHD Fastener with Drill-Tec 3 in. 1 per
o e ft span, #12 HWH Teks 5, 6” o.c. combination, min. 1-inch Min. 0.625ZEpiRCgeDeck X Prime Ribbed Galvalume Plate (Flat) 2.7 ft2 PvC-aL 82.5
Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat), Drill-Tec 3” Flat Steel Plate,
Drill-Tec 3” Standard Steel Plate or Drill-Tec 3”
Steel Plate
2R, @ B & o
3 El El 2 2 3
. . . One or more layers, any & t
Min. 22 ga., Type B, min. 55 ksi steel; 6 o : ) . ) b ! 1 per
S-387. ft span, 5/8” puddle welds, 6” o.c. f::r:blnatlon, min. 1.5 Min. 0.5-inch DensDeck Prime il 5 1.45 2 PVC-QL 82.5
inc . 5
BT - S~ U U -
° 3 3 5 B 5 7
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.

NEmoO | etc.e

Top Insulation Layer

ft span, #12 HWH Teks 5, 6” o.c.

combination, min. 1-inch

System Base Insulation Layer Roof Cover MDP
Deckt (Note 1)
No. (Note 13, Note 17) Type Fasten (Note 11) Attach (Note 15) (psf)
(Note 17)
Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat) or Drill-Tec 3” Flat Steel
Plate
B R & BB a
5 E 5 5 5 5
ne or more layers, an ) ) ) ] |
5388 Min. 22 ga., Type B, min. 55 ksi steel; 6 ?0:1;”3;:0: :ii Si as_y Min. 0.5-inch SECUROCK Gypsum-Fiber Roof 5 iR 1 per pvC-QL 825
: ft span, 5/8” puddle welds, 6” o.c. inch T Board ] g 1.45 ft2 '
~N T
= i
SRS U S A BTl
2 5 5 5 5 5 2
Drill-Tec #14 Fastener, Drill-Tec #14 HD Fastener, Drill-
. (Optional) One or more Tec #15 DF Fastener, Drill-Tec XHD Fastener or Drill-Tec
Min. 22 ga., Type B, Grade 33 steel, 6 ft layers, any #15 EHD Fastener with Drill-Tec 3” Recessed Steel 1 per
S-389. span, #12 HWH Teks 4, #12 HWH Teks 5 b'l ; . Min. 2.0-inch Ultra HD Composite Insulation Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” Flat Steel 1.0 fi2 PVC-QL -82.5
or Hilti X-HSN 24, 6” o.c. combination, min 0.5- Plate, Drill-Tec 3 in. Ribbed Galvalume Plate (Flat), Drill- :
inch, loose-laid Tec 3” Standard Steel Plate, Drill-Tec AccuTrac Flat
Plate or Drill Tec 3” DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
. Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
Min. 22 ga., Type B, Grade 33 steel, 6 ft One or more layers, any ] ] ) #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
$-390 span, two (2) #12 HWH Teks 4, #12 combination. min 1- Min. 0.5-inch DensDeck Prime or SECUROCK XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per pPVC-QL 825
’ HWH Teks 5 or Hilti X-HSN 24 per . 8 Gypsum-Fiber Roof Board Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed Galvalume 1.0 ft? ’
attachment pont, 6” o.c. inch, loose-laid Plate (Flat), Drill-Tec 3” Standard Steel Plate, Drill-Tec
AccuTrac Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
. Min. 2-inch EnergyGuard Polyiso Insulation
Min. 22 ga., Type B, Grade 40 steel; 6 ) ) ) !
’ . ! Optional) One or more EnergyGuard Ultra Polyiso Insulation 1 per
5-391. | ftspans, #12 HWH Teks 5, 6" o.c.or | (OPtional) A" = 1 oY on, Note 2 Per | pvc-aL -90.0
min. 2.500 psi structural concrete layers, any combination | EnergyGuard Polyiso-HD Composite Insulation 1.45 ft
T p or Ultra HD Composite Insulation
Min. 22 ga., Type B, min. 55 ksi steel; 6 One or more layers, any . ! . Drill-Tec XHD Fastener with Drill-Tec 3 in. 1 per
a 5 . 0.625- DensD . - -97.
S-392 Min. 0.625-inch DensDeck StormX Prime Ribbed Galvalume Plate (Flat) 18 f2 PVC-QL 97.5
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Deckt (Note 1)
No. o= (Note 13, Note 17) Type Fasten (Note 11) Attach (Note 15) (psf)
(Note 17)
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
B o
£ Bl
¥ T
, s
Min. 22 ga., Type B, min. 55 ksi steel; 6 One or more layers, any . . . F z 1 per
S-393. ft span, #12 HWH Teks 5, 6” o.c. combination, min. 1-inch Min. 0.625-inch DensDeck StormX Prime 5 | 18 f12 PVC-QL -127.5
e
Fe R BB o8 B
TS Ts R s s TsE e
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, D}ill-
Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
Min. 22 ga., Type B, Grade 80 steel, 6 ft One or more la ers, an . . . #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
. yp L. y v Min. 0.5-inch DensDeck Prime or SECUROCK XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per
S-394. span, two (2) #12 HWH Teks 4, #12 combination, min 0.5- X ” ) . PVC-QL -127.5
o ” N X Gypsum-Fiber Roof Board Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed Galvalume 1.0 ft2
HWH Teks 5 or Hilti X-HSN 24, 6” o.c. inch, loose-laid Plate (Flat), Drill-Tec 3” Standard Steel Plate, Drill-Tec
AccuTrac Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
o
K
Min. 22 ga., Type B, min. 55 ksi steel; 6 One or more layers, any . . . 5 1 per
S-395. ft span, #12 HWH Teks 5, 6” o.c. combinationdmin. 19ch Min. 0.625-inch DensDeck StormX Prime 1.3 ft2 PVC-QL 135.0
l‘5,
.
Sel ke LB LB R L8 |2
° 3 5 5 5 5 7
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Deckt (Note 1)
No. o= (Note 13, Note 17) Type Fasten (Note 11) Attach (Note 15) (psf)
(Note 17)
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
T T
: 5 5
B - E
Min. 22 ga., Type B, min. 55 ksi steel; 6 One or more layers, any . . . T . 5 § 1 per
S-396. ft span, #12 HWH Teks 5, 6” o.c. combination, min. 1-inch Min. 0.625-inch DensDeck StormX Prime ? F ‘: 13 f2 PVC-QL -142.5
?'.f.ﬁ Blele BB lee
PVC QuICK SPRAY ADHESIVE APPLICATIONS:
Min. 22 ga., Type B, Grade 33 steel or | (Optional) One or more Min. 2-inch EnergyGuard RA or Min. 0.625-inch 1 per
-397. N 2 PVC- -45.0*
539 min. 2,500 psi structural concrete layers, any combination | DensDeck Prime ote 4.0 ft? cas >0
. . Min. 1.5-inch EnergyGuard Ultra Polyiso
S-398. M.m' 2283, Type B, Grade 33 steelor | (Optional) One o.r mgre Insulation, EnergyGuard Polyiso-HD Composite Note 2 ! perz PVC-QS -45.0*
min. 2,500 psi structural concrete layers, any combination . . . 3.2 ft
Insulation or Ultra HD Composite Insulation
. . . . Note 2 (Drill-Tec 3 in. Ribbed Galvalume
Min. 22 ga., Type B | Min. 0.25- DensD ECUROCK , 1
$-399. m:: ; 553 ’ siystiuc,tﬁ::ld:oi ?c’ rs;teee or 32:1;;;?;: Ii':/iirsi-?:::/h o '”sgm SFI'S::’ R;;SB(;*::( dane jprecuroc Plates (Flat), Drill-Tec 3” Standard Steel ; 2”:2 PVC-QS -45.0%
0P w P Plates or Drill-Tec AccuTrac Flat Plates only) ’
Note 2 (Drill-Tec 3 in. Ri Ival
Min. 22 ga., Type B, Grade 33 steel or | One or more layers, any Min. 0.5-inch DensDeck Prime or min. 0.375- ote 2 (Dri e‘f- 3 in ’,?bed Galvalume 1 per «
5-400. min. 2,500 psi structural concrete combination, min. 1-inch inch SECUROCK Gypsum-Fiber Roof Board Plates (Flat), Drill-Tec 3" Standard Steel 4.0 ft? PVC-Q5 450
- e2Up TN vp Plates or Drill-Tec AccuTrac Flat Plates only) ’
Min. 2.5-inch EnergyGuard Polyiso Insulation,
$-401. Min. 22 ga., Type B, Grade 33 steel or | (Optional) One 0|.' mc.Jre EnergyGuard UItra.l Polyiso Insulat.lon, . Note 2 1 per PVC-QS -45.0
structural concrete layers, any combination | EnergyGuard Polyiso-HD Composite Insulation 2.3 ft?
or Ultra HD Composite Insulation
Min. 2-inch EnergyGuard Polyiso Insulation, Note 2
5402 Min. 22 ga., Type B, Grade 33 steel or | (Optional) One or more EnergyGuard Ultra Polyiso Insulation, 8 parts per min. 4 x 8 ft board with parts installed 1 per PVC.QS _45.0*
’ min. 2,500 psi structural concrete layers, any combination EnergyGuard Polyiso-HD Composite Insulation 24-inch o.c. in two parallel rows, 12 inches from 4.0 ft2 '
or Ultra HD Composite Insulation the 8 ft edges of the board
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof Cover MDP
No. Deck# (Note 1) (Note 13, Note 17) Type Fasten (Note 11) Fisatd (Note 15) (psf)
(Note 17)
Drill-Tec #12 Fastener, Drill-Tec #14 Fastener, Drill-
Tec #12 DP Fastener or Drill-Tec #14 HD Fastener
One or more layers, any with Drill-Tec 3 in. Ribbed Galvalume Plate (Flat), 1 per
S-403. Min. 22 ga., Type B, Grade 33 steel L T Min. 0.25-inch DEXcell FA Glass Mat Roof Board Drill-Tec 3” Flat Steel Plate or Drill-Tec AccuTrac PVC-QS -45.0*
combination, min. 1-inch Flat Plate, Drill-Tec #12 DF Fastener or Drill-Tec #14 321t
DF Fastener with Drill-Tec 3” DF Steel Insulation
Plate or Drill-Tec 3” ASAP Flat
Drill-Tec #12 Fastener, Drill-Tec #14 Fastener, Drill-
Tec #12 DP Fastener or Drill-Tec #14 HD Fastener
One or more layers, any wiFh Drill-Tec 3 in. Ribbed GalvaI‘ume Plate (Flat), 1 per
S-404. Min. 22 ga., Type B, Grade 33 steel L T Min. 0.5-inch DEXcell FA Glass Mat Roof Board Drill-Tec 3” Flat Steel Plate or Drill-Tec AccuTrac PVC-QS -45.0*
combination, min. 1-inch Flat Plate, Drill-Tec #12 DF Fastener or Drill-Tec #14 4.0ft2
DF Fastener with Drill-Tec 3” DF Steel Insulation
Plate or Drill-Tec 3” ASAP Flat
Min. 1.5-inch EnergyGuard Polyiso Insulation,
Min. 22 ga., Type B, Grade 33 steel or | (Optional) One or more EnergyCRgR U/tra FQiiso InSgggion, 1 per
S-405. .' v ! N EnergyGuard Polyiso-HD Composite Insulation, Note 2 PVC-QS -45.0*
min. 2,500 psi structural concrete layers, any combination . . 2.0 ft?
Ultra HD Composite Insulation or EnergyGuard
RA, Min. 0.25-inch DensDeck Prime
Note 2
B
E
One or more layers, any Min. 0.5-inch EnergyGuard HD Polyiso Cover
5406 Min. 22 ga., Type B, Grade 33 steel or combination. min i 5. Board or EnergyGuard HD Plus Polyiso Cover N 1 per PVC-QS _45.0*
’ min. 2,500 psi structural concrete inch ! A Board or min. 1.5-inch EnergyGuard Polyiso 5 3.2 ft? ’
Insulation
[~ o | & b ) (™
=] 3 =] S 3 =1
. Min. 0.5-inch EnergyGuard HD Polyiso Cover
s-407. | Min-22g2., Type B, Grade 33 steelor | One ormorelayers, any | g . 4 o EnergyGuard HD Plus Polyiso Cover | Note 2 Leer 1 pveas -45.0%
min. 2,500 psi structural concrete combination Board 2.0 ft2
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Deckt (Note 1)
No. (Note 13, Note 17) Type Fasten (Note 11) ﬁt':aii‘ (Note 15) (psf)
! ote !
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
(Optional) One or more #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
layers, any XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per
S-408. Min. 22 ga., Type B, Grade 33 steel b'l X . Min. 2.0-inch Ultra HD Composite Insulation Tec 3” Recessed Steel Plate, Drill-Tec 3” Steel Plate, 5302 PVC-QS -45.0*
combination, min 0.5- Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed :
inch, loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
: One or more layers, any
Min. 22 ga., Type B, Grade 33 steel or L. 7 . . . 1 per
S-409. . £a. _yp combination, min. 1- Min. 0.25-inch DensDeck Prime Note 2 p ) PVC-QS -52.5
min. 2,500 psi structural concrete inch 1.8ft
One or more layers, any | Min. 0.25-inch DensDeck Prime or min. 0.5-inch
Min. 22 ga., Type B, Grade 33 steel or L T ) 1 per
5-410. N 22 83 YP combination, min. 1.5- | EnergyGuard HD Polyiso Cover Board or Note 2 Per | pvc-as -60.0
min. 2,500 psi structural concrete . ) 1.45 ft
inch EnergyGuard HD Plus Polyiso Cover Board
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
. (Optional) One or more #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
Min. 22 ga., Type B, Grade 33 steel, 6 ft layers, any XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per
S-411. span, #12 HWH Teks 4, #12 HWH Teks 5 b'l ; . Min. 2.0-inch Ultra HD Composite Insulation Tec 3” Recessed Steel Plate, Drill-Tec 3” Steel Plate, ) PVC-QS -60.0
or Hilti X-HSN 24, 6” o.c. combination, min 0.5- Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed 2.11t
inch, loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
Fasteners per Note 2 with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat), Drill-Tec 3” Flat Steel Plate,
Drill-Tec 3” Standard Steel Plate or Drill-Tec 3” DF
Steel Insulation Plate
2 K. & B e
5 El El 2 B 5
Min. 22 ga., Type B, Grade 33 steel; 6 | One or more layers, any | Min. 0.5-inch EnergyGuard HD Polyiso Cover X 1 per
S-412. ft spans, #12 HWH Teks 5, 6” o.c. or combination, min. 1.5- Board or EnergyGuard HD Plus Polyiso Cover T & 1 42 P PVC-QS -67.5
min. 2,500 psi structural concrete inch Board N Z ’
el 8 BB B2
G 5 57 3 5 3
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Deckt (Note 1)
No. o= (Note 13, Note 17) Type Fasten (Note 11) Attach (Note 15) (psf)
(Note 17)
Min. 2-inch EnergyGuard Polyiso Insulation,
Min. 22 ga., Type B, Grade 33 steel or Optional) One or more EnergyGuard Ultra Polyiso Insulation, 1 per
5-413. In- =< ga. 'yp (Optional) rme &Y ro : . Note 2 Per | pvc-as -67.5
min. 2,500 psi structural concrete layers, any combination EnergyGuard Polyiso-HD Composite Insulation 1.8 ft
or Ultra HD Composite Insulation
Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
. . . . One or more layers, any Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
S-414. f'\t/“n- 22 Eaé,"Typjdl?, m|n|.dSSGIf,5| steel; 6 combination, min. 1.5- Min. 0.5-inch DensDeck Prime Galvalume Plate (Flat), Drill-Tec 3” Flat Steel Plate, 1 perz PVC-QS -67.5
span, 5/8” puddle welds, 6” o.c. inch Drill-Tec 3” Standard Steel Plate or Drill-Tec 3” 2.0ft
Steel Plate
One or more layers, an Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
5415 Min. 22 ga., Type B, min. 55 ksi steel; 6 binati A i 5 ¥ Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed 1 per PVC-QS 67.5
T ft span, 5/8” puddle welds, 6” o.c. f:om Ination, min. L.5- Board Galvalume Plate (Flat) or Drill-Tec 3” Flat Steel 2.0 ft2 ” o0
inch Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
(Optional) One or more #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
Min. 22 ga., Type B, Grade 33 steel, 6 ft layers, any XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per
S-416. span, #12 HWH Teks 4, #12 HWH Teks 5 L . Min. 2.0-inch Ultra HD Composite Insulation Tec 3” Recessed Steel Plate, Drill-Tec 3” Steel Plate, ) PVC-QS -67.5
or Hilti X-HSN 24, 6” o.c. Fombmat'on'_mm 0.5- Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed left
inch, loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
Drill-Tec #12 Fastener, Drill-Tec #14 Fastener, Drill-
. . i . Tec XHD Fastener, Drill-Tec #12 DP Fastener, Drill-
Min. 1.5-inch EnergyGuard Polyiso Insulation, Tec #12 DPH Fastener, Drill-Tec #14 HD Fastener or
(Optional) One or more | EnergyGuard Ultra Polyiso Insulation, Drill-Tec #15 EHD Fastener with Drill-Tec 3” Steel 1 per
S-417. Min. 22 ga., Type B, Grade 33 steel layers, min. 1.5-inch top | EnergyGuard Polyiso-HD Composite Insulation, Plate, Drill-Tec 3 in. Ribbed Galvalume Plate (Flat), 1 42 2 PVC-QS -82.5
insulation Ultra HD Composite Insulation or EnergyGuard | Drill-Tec 3” Standard Steel Plate, Drill-Tec AccuTrac ’
RA Flat Plate, Drill-Tec AccuTrac Recessed Plate, Drill-
Tec 3” Flat Steel Plate or Drill-Tec 3” Recessed Steel
Plate
Min. 2-inch EnergyGuard Polyiso Insulation,
Min. 22 ga., Type B, Grade 33 steel or Optional) One or more EnergyGuard Ultra Polyiso Insulation, 1 per
5-418. in- 22 g3, yp (Optional) One or mo &Y Ty . . Note 2 Per | pvcas -82.5
min. 2,500 psi structural concrete layers, any combination EnergyGuard Polyiso-HD Composite Insulation 1.45 ft:
or Ultra HD Composite Insulation
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati
g Deck# (Note 1) . Attach oot Cover
No. (Note 13, Note 17) Type Fasten (Note 11) (Note 15) (psf)
(Note 17)
Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat), Drill-Tec 3” Flat Steel Plate,
Drill-Tec 3” Standard Steel Plate or Drill-Tec 3”
Steel Plate
I & R q
5 El 5 5 El £
. . . One or more layers, any & t
Min. 22 ga., T B, min. 55 ksi ; 4 N ; 1 per
5-419. ga, Type B, min. S5 ksisteel; 6 | i tion, min. 1.5- Min. 0.5-inch DensDeck Prime 3 T P PVC-QS 825
ft span, 5/8” puddle welds, 6” o.c. ) — = 1.45 ft?
inch s
N b
£ |
ele s Bl L8 7l
2 5 5 5 5 5 @
Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat) or Drill-Tec 3” Flat Steel
Plate
B R & R q
5 El 5 5 El £
) ) ) o layers, . : . B |
420, | Min.22ga, Type B, min. 55 ksi steel; 6 C;‘:];;;f’;j mrsl";’_“’ Min. 0.5-inch SECUROCK Gypsum-Fiber Roof 3 Lo reer | ocas 825
: ft span, 5/8” puddle welds, 6” o.c. inch ‘o Board il b 1.45 ft? '
N b
S 1
ele s Bl L8 7l
2 5 5 5 5 5 @
Drill-Tec #14 Fastener, Drill-Tec #14 HD Fastener, Drill-
. (Optional) One or more Tec #15 DF Fastener, Drill-Tec XHD Fastener or Drill-Tec
Min. 22 ga., Type B, Grade 33 steel, 6 ft layers, any #15 EHD Fastener with Drill-Tec 3” Recessed Steel 1 per
S-421. span, #12 HWH Teks 4, #12 HWH Teks 5 b'l X . Min. 2.0-inch Ultra HD Composite Insulation Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” Flat Steel 1.0 f2 PVC-QS -82.5
or Hilti X-HSN 24, 6” o.c. f:om 'natlon'_mm 0.5- Plate, Drill-Tec 3 in. Ribbed Galvalume Plate (Flat), Drill- :
inch, loose-laid Tec 3” Standard Steel Plate, Drill-Tec AccuTrac Flat
Plate or Drill Tec 3” DF Steel Insulation Plate
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Deckt (Note 1)
No. o= (Note 13, Note 17) Type Fasten (Note 11) Attach (Note 15) (psf)
(Note 17)
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Min. 22 T B. Grade 33 L6 ft Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
in. 22 ga., Type B, Grade 33 steel, #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
0 | ) g
S-422 span, two (2) #12 HWH Teks 4, #12 c;ﬁ&:\g}gﬁ ?Y:/iiri,_any Min. 0.5-inch DensDeck Prime or SECUROCK XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per PVC-QS 825
: HWH Teks 5 or Hilti X-HSN 24 per . 7 Gypsum-Fiber Roof Board Tec 3" Flat Steel Plate, Drill-Tec 3 in. Ribbed Galvalume 1.0 ft? ’
attachment pont, 6” o.c. inch, loose-laid Plate (Flat), Drill-Tec 3” Standard Steel Plate, Drill-Tec
AccuTrac Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Min. 2-inch EnergyGuard Polyiso Insulation,
Min. 22 ga., Type B, Grade 40 steel or | (Optional) One or more EnergyGuard Ultra Polyiso Insulation, 1 per
5-423. min. 2,500 psi structural concrete layers, any combination | EnergyGuard Polyiso-HD Composite Insulation Note 2 1.45 ft? PVC-QS 90.0
or Ultra HD Composite Insulation
. Note 2 (Drill-Tec 3 in. Ribbed Galvalume
Min. 22 ga., Type B, Grade 80 steel; 6 | One or more layers, any . . . .
L ; Min. 0.5-inch EnergyGuard HD Polyiso Cover Plates (Flat), Drill-Tec 3” Standard Steel 1 per
- o fi , 2) #12 HWH Teks 5, 6” , .1.5- 7 ” ) - - .
ks otzpan two (2) eks>, 6 ;::crrr:blnatlon min. 1.5 Board Plates, Drill-Tec 3” DF Steel Insulation Plate 1.0 ft2 PVC-QS 1125
o or Drill-Tec 3” Flat Steel Plate only)
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
in. ) One or more layers, an y ) . #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
Min. 22 ga., Type B, Grade 80 steel, 6 ft - y v Min. 0.5-inch DensDeck Prime or SECUROCK XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per
S-425. span, two (2) #12 HWH Teks 4, #12 combination, min 0.5- X ” ) . PVC-QS -127.5
o ” N X Gypsum-Fiber Roof Board Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed Galvalume 1.0 ft2
HWH Teks 5 or Hilti X-HSN 24, 6” o.c. inch, loose-laid Plate (Flat), Drill-Tec 3” Standard Steel Plate, Drill-Tec
AccuTrac Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN HOT ASPHALT:
N 2 (Drill-Te in. Ril Ivall
Min. 22 ga., Type B, Grade 33 steel or | One or more layers, any Min. 0.5-inch DensDeck Prime or min. 0.375- ote 2 (Dri e‘f- 3 in ’,?bed Galvalume 1 per «
S-426. . . R . \ . . Plates (Flat), Drill-Tec 3” Standard Steel ) PVCF-HA -45.0
min. 2,500 psi structural concrete combination, min. 1-inch inch SECUROCK Gypsum-Fiber Roof Board | 4.0 ft
Plates or Drill-Tec AccuTrac Flat Plates only)
. . Min. 1.5-inch EnergyGuard Ultra Polyiso
Min. 22 ga., T B | | 1
547, | Min-22ga, Type B, Grade 33 steelor | (Optional) One or more *\ . ion energyGuard Polyiso-HD Composite | Note 2 PEr | pvCF-HA -45.0*
min. 2,500 psi structural concrete layers, any combination X . A 3.2 ft
Insulation or Ultra HD Composite Insulation
. . . . Note 2 (Drill-Tec 3 in. Ribbed Galvalume
saan, | lon 22an e Crae 32 selon | rego e pr | M 025 ch Dok e SECUROCK | e i) it Sondrisierl | 106 | wverwa | s
- e2p - P Plates or Drill-Tec AccuTrac Flat Plates only) ’
Min. 22 ga., Type B, Grade 33 steel; 6 (Optional) One or more Min. 2-inch EnergyGuard Ultra Polyiso 1 per
S-429. ft spans, #12 HWH Teks 5, 6” o.c. or P L Insulation, EnergyGuard Polyiso-HD Composite Note 2 P 5 PVCF-HA -52.5
. . layers, any combination . ) . 2.7 ft
min. 2,500 psi structural concrete Insulation or Ultra HD Composite Insulation
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Deckt (Note 1)
No. o= (Note 13, Note 17) Type Fasten (Note 11) Attach (Note 15) (psf)
(Note 17)
Min. 22 ga., Type B, Grade 33 steel; 6 | One or more layers, any | Min. 0.5-inch EnergyGuard HD Polyiso Cover 1 per
S-430. ft spans, #12 HWH Teks 5, 6” o.c. or combination, min. 1- Board or EnergyGuard HD Plus Polyiso Cover Note 2 1 42 2 PVCF-HA -52.5
min. 2,500 psi structural concrete inch Board '
Min. 22 ga., Type B, Grade 33 steel; 6 (Optional) One or more g/rl:gr z_zsn;:rerEZ?’ZTricioplc:Z:JSIZtliZiUIatlon’ 1 per
S-431. ft spans, #12 HWH Teks 5, 6” o.c. or P N £y . v . . Note 2 p ) PVCF-HA -67.5
. ) layers, any combination | EnergyGuard Polyiso-HD Composite Insulation, 1.8 ft
min. 2,500 psi structural concrete ; .
Ultra HD Composite Insulation
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN EVERGUARD WB181 BONDING ADHESIVE:
. One or more layers, any . . .
5432, M.ln. 22 ga., Type B, Grade 33 steel or combination, min. 1- Min. 0.375-inch SECUROCK Gypsum-Fiber Roof Note 2 1 per PVCFE-WB 45.0*
min. 2,500 psi structural concrete inch Board 4.0 ft2
. . Min. 1.5-inch EnergyGuard Ultra Polyiso
Min. 22 ga., T B | | . \ . 1
S-433. !n ga., Ype , Grade 33 steelor | (Optional) One 0'.' mqre Insulation, EnergyGuard Polyiso-HD Composite Note 2 per2 PVCF-WB -45.0*
min. 2,500 psi structural concrete layers, any combination . . A 3.2 ft
Insulation or Ultra HD Composite Insulation
. One or more layers, any . . . Note 2 (Drill-Tec 3 in. Ribbed Galvalume
S-434. m:: ;2558’ :;/Ete;'uBc'tS::ld:oiirS;fed or combination, min. 1- g’lmsgnz]s';:gzr F?;(?fsBD:::(dPrlme Qr SEOGS Plates (Flat), Drill-Tec 3” Standard Steel ;;:{2 PVCF-WB -45.0*
T P inch P Plates or Drill-Tec AccuTrac Flat Plates only) ’
Note 2 (Drill-Tec 3 in. Ribbed Galvall
Min. 22 ga., Type B, Grade 33 steel or | One or more layers, any Min. 0.5-inch DensDeck Prime or min. 0.375- ote 2 (Dri ec. N I,, ed Galvalume 1 per "
5-435. min. 2,500 psi structural concrete combination, min. 1-inch inch SECUROCK Gypsum-Fiber Roof Board Plates (Flat), Drill-Tec 3" Standard Steel 4.0 ft2 PVCF-WB -45.0
e p w vp Plates or Drill-Tec AccuTrac Flat Plates only) ’
Min. 2-inch EnergyGuard Polyiso Insulation, Note 2
5436 Min. 22 ga., Type B, Grade 33 steel or | (Optional) One or more EnergyGuard Ultra Polyiso Insulation, 8 parts per min. 4 x 8 ft board with parts installed 1 per PVCE-WB 45.0*
' min. 2,500 psi structural concrete layers, any combination | EnergyGuard Polyiso-HD Composite Insulation 24-inch o.c. in two parallel rows, 12 inches from 4.0 ft2 '
or Ultra HD Composite Insulation the 8 ft edges of the board
Min. 1.5-inch EnergyGuard Polyiso Insulation,
Min. 22 ga., Type B, Grade 33 steel or | (Optional) One or more EnergyGuard Ultra Polyiso Insulation, 1 per
= o . X - . . . N 2 PVCF-WB -45.0*
5-437 min. 2,500 psi structural concrete layers, any combination EnergyGuard Polyiso-HD Composite Insulation, ote 2.0 ft? ¢ >0
Ultra HD Composite Insulation, EnergyGuard RA
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Deckt (Note 1)
No. o= (Note 13, Note 17) Type Fasten (Note 11) ﬁttair (Note 15) (psf)
! ote !
Note 2
.é.
One or more lavers. an Min. 0.5-inch EnergyGuard HD Polyiso Cover
Min. 22 ga., Type B, Grade 33 steel or - y 3 | Board or EnergyGuard HD Plus Polyiso Cover o 1 per "
S-438. . . combination, min. 1.5- . . i & ) PVCF-WB -45.0
min. 2,500 psi structural concrete inch Board or min. 1.5-inch EnergyGuard Polyiso 5 3.2 ft
Insulation
[~ o | & b ) (™
3 5 5 3 5 5
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
(Optional) One or more #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
layers, any XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per
S-439. Min. 22 ga., Type B, Grade 33 steel b'l K . Min. 2.0-inch Ultra HD Composite Insulation Tec 3” Recessed Steel Plate, Drill-Tec 3” Steel Plate, ) PVCF-WB -45.0*
combination, min 0.5- Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed 5.3 ft
inch, loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
Min. 22 ga., Type B, Grade 33 steel; 6 | One or more layers, any . . .
- . Min. 0.25-inch SECUROCK Gypsum-Fiber Roof 1 per
S-440. ft spans, #12 HWH Teks 5, 6” o.c. or combination, min. 1- vp Note 2 p ) PVCF-WB -52.5
) . X Board 1.8ft
min. 2,500 psi structural concrete inch
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
. (Optional) One or more #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
Min. 22 ga., Type B, Grade 33 steel, 6 ft layers, any XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per
S-441. span, #12 HWH Teks 4, #12 HWH Teks 5 b" . \ Min. 2.0-inch Ultra HD Composite Insulation Tec 3” Recessed Steel Plate, Drill-Tec 3” Steel Plate, ) PVCF-WB -60.0
or Hilti X-HSN 24, 6” o.c. f:om 'natlon'_mm 0.5- Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed 2.11t
inch, loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
Min. 22 ga., Type B, Grade 33 steel; 6 | One or more layers, any . . .
’ . § . U . Min. 0.375-inch SECUROCK Gypsum-Fiber Roof 1 per
$-442. | ftspans, #12 HWH Teks 5, 6” 0.c.or | combination, min. 1- P Note 2 Per | pvcr-ws -67.5
) . X Board 1.3ft
min. 2,500 psi structural concrete inch
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Deckt (Note 1)
No. (Note 13, Note 17) Type Fasten (Note 11) 'A\It':a;:? (Note 15) (psf)
! ote [
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
(Optional) One or more #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
Min. 22 ga., Type B, Grade 33 steel, 6 ft layers, any XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per
S-443. span, #12 HWH Teks 4, #12 HWH Teks 5 L . Min. 2.0-inch Ultra HD Composite Insulation Tec 3” Recessed Steel Plate, Drill-Tec 3” Steel Plate, ) PVCF-WB -67.5
or Hilti X-HSN 24, 6” o.c. f:ombmatlon,.mm 0.5- Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed 16ft
inch, loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
Drill-Tec #14 Fastener, Drill-Tec #14 HD Fastener, Drill-
. (Optional) One or more Tec #15 DF Fastener, Drill-Tec XHD Fastener or Drill-Tec
Min. 22 ga., Type B, Grade 33 steel, 6 ft layers, any #15 EHD Fastener with Drill-Tec 3” Recessed Steel 1 per
S-444. span, #12 HWH Teks 4, #12 HWH Teks 5 s . Min. 2.0-inch Ultra HD Composite Insulation Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” Flat Steel o0fe2 PVCF-WB -82.5
or Hilti X.HSN 2, 67 o.c. combination, min 0.5- Plate, Drill-Tec 3 in. Ribbed Galvalume Plate (Flat), Drill- | 1
inch, loose-laid Tec 3” Standard Steel Plate, Drill-Tec AccuTrac Flat
Plate or Drill Tec 3” DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Min. 22 T B. Grade 33 L6t Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
in. 22 ga., Type B, Grade 33 steel, 0 #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
ne or more layers, an X . . 4 ’
s-445 span, two (2) #12 HWH Teks 4, #12 combination n:/in 1- v Min. 0.5-inch DensDeck Prime or SECUROCK XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per PVCE-WB 825
’ HWH Teks 5 or Hilti X-HSN 24 per ) . Gypsum-Fiber Roof Board Tec 3" Flat Steel Plate, Drill-Tec 3 in. Ribbed Galvalume 1.0ft2 ’
attachment pont, 6” o.c. inch, loose-laid Plate (Flat), Drill-Tec 3” Standard Steel Plate, Drill-Tec
AccuTrac Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
Min. 22 ga., Type B, Grade 80 steel, 6 ft One or more layers, an ) ) ) #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
ga., 1yp - y v Min. 0.5-inch DensDeck Prime or SECUROCK XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per
S-446. span, two (2) #12 HWH Teks 4, #12 combination, min 0.5- . ” ) . ) PVCF-WB -127.5
HWH Teks 5 or Hilti X-HSN 24. &” X . Gypsum-Fiber Roof Board Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed Galvalume 1.0 ft
€Ks > or Rilti X- , 07 0.C. inch, loose-laid Plate (Flat), Drill-Tec 3” Standard Steel Plate, Drill-Tec
AccuTrac Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN LRF ADHESIVE M OR LRF ADHESIVE O:
Min. 2-inch EnergyGuard Polyiso Insulation, PVCF-LM (12-
5447 Min. 22 ga., Type B, Grade 33 steel or | (Optional) One or more EnergyGuard Ultra Polyiso Insulation, Note 2 1 per inch o.c.) or 45.0%
’ min. 2,500 psi structural concrete layers, any combination | EnergyGuard Polyiso-HD Composite Insulation, 2.9 ft? PVCF-LO (12- '
Ultra HD Composite Insulation, EnergyGuard RA inch o.c.)
. Min. 2.5-inch EnergyGuard Polyiso Insulation, PVCF-LM (12-
Min. 22 ga., Type B, Grade 33 steel, ) EY . v . . (
” ” (Optional) One or more EnergyGuard Ultra Polyiso Insulation, 1 per inch o.c.) or
S-448. 5/8” puddle welds, 6” o.c. or | . . . Note 2 5 -45.0
layers, any combination | EnergyGuard Polyiso-HD Composite Insulation 2.3 ft PVCF-LO (12-
structural concrete K X .
or Ultra HD Composite Insulation inch o.c.)
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Decki (Note 1)
No. N (Note 13, Note 17) Type Fasten (Note 11) Attach (Note 15) (psf)
(Note 17)
Min. 1.5-inch EnergyGuard Polyiso Insulation, PVCF-LM (12-
5-449 Min. 22 ga., Type B, Grade 33 steel or | (Optional) One or more EnergyGuard Ultra Polyiso Insulation, Note 2 1 per inch o.c.) or 45.0%
’ min. 2,500 psi structural concrete layers, any combination | EnergyGuard Polyiso-HD Composite Insulation, 2.0 ft? PVCF-LO (12- ’
Ultra HD Composite Insulation, EnergyGuard RA inch o.c.)
. Min. 0.5-inch EnergyGuard HD Polyiso Cover PVCF_LM (12-
$-450 Min. 22 ga., Type B, Grade 33 steel or | One or more layers, any Board or EneravGuard HD Plus Polviso Cover Note 2 1 per inch o.c.) or -45.0*
' min. 2,500 psi structural concrete combination Board gy Y 2.0 ft2 PVCF-LO (12- :
inch o.c.)
: Note 2 (Drill-Tec 3” Standard Steel Plate, AccuTrac 3 R
5451, | Min-22ga, TypeB, Grade 33steelor | One or morelavers, any | \y, 55 inch DensDeck Prime Fiat Plate, Dril-Tec 3” Fat Steel Plate or Dril-Tec 3 | +PS7 | PYCFLO(12 -45.0*
min. 2,500 psi structural concrete combination . 2.0 ft inch o.c.)
ecessed Steel Plate only)
) . PVCF-LM (12-
Min. 22 ga., Type B, Grade 33 steel or | One or more layers, any | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Note 2 (Dr’”fTec 3” Standard Steel Plate, A““Tmc 1 per inch o.c.) or «
S-452. . . f_— Flat Plate, Drill-Tec 3” Flat Steel Plate or Drill-Tec 3” ) -45.0
min. 2,500 psi structural concrete combination Board 2.0 ft PVCF-LO (12-
Recessed Steel Plate only) .
inch o.c.)
. PVCF-LM (12-
Min. 22 ga., Type B, Grade 33 steel; 6 | One or more layers, any |y 55 jnch SECUROCK Gypsum-Fiber Roof lper | incho.c.)or
S-453. ft spans, #12 HWH Teks 5, 6” o.c. or combination, min. 1- Note 2 -52.5
. R X Board 1.8 ft2 PVCF-LO (12-
min. 2,500 psi structural concrete inch .
inch o.c.)
Min. 22 ga., Type B, Grade 33 steel; 6 . Min. 1.5-inch EnergyGu.ard Polylsc? Insulation, .PVCF-LM (12-
” (Optional) One or more EnergyGuard Ultra Polyiso Insulation, 1 per inch o.c.) or
S-454, ft spans, #12 HWH Teks 5, 6” o.c. or L . . . Note 2 -60.0
. . layers, any combination | EnergyGuard Polyiso-HD Composite Insulation 1.3ft2 PVCF-LO (12-
min. 2,500 psi structural concrete B X .
or Ultra HD Composite Insulation inch o.c.)
. Min. 1.5-inch EnergyGuard Polyiso Insulation,
Min. 22 ga., T B l; . . .
in ga., Type B, Grade 3,? steel; 6 (Optional) One or more EnergyGuard Ultra Polyiso Insulation, 1 per PVCF-LM (12-
S-455. ft spans, #12 HWH Teks 5, 6” o.c. or L . . . Note 2 ) . -67.5
X . layers, any combination | EnergyGuard Polyiso-HD Composite Insulation 1.3 ft inch o.c.)
min. 2,500 psi structural concrete . X
or Ultra HD Composite Insulation
PVCF-LM (6-
5456 Min. 22 ga., Type B, Grade 33 steel or | One or more layers, any | Min. 0.375-inch SECUROCK Gypsum-Fiber Roof Note 2 1 per inch o.c.) or _45.0*
’ min. 2,500 psi structural concrete combination Board 4.0 ft2 PVCF-LO (6-inch '
o.c.)
. . ’ PVCF-LM (6-
.1.5- E )
Min. 22 ga., Type B, Grade 33 steel or | (Optional) One or more Min .5 inch EnergyGuard U!tra Polyiso R 1 per inch o.c.) or
S-457. . h L Insulation, EnergyGuard Polyiso-HD Composite Note 2 ) . -45.0*
min. 2,500 psi structural concrete layers, any combination . . . 3.2 ft PVCF-LO (6-inch
Insulation or Ultra HD Composite Insulation 0.c)
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Decki (Note 1
No. e (Note 13, Note 17) Type Fasten (Note 11) s (Note 15) (psf)
(Note 17)
. Min. 0.5-inch EnergyGuard HD Polyiso Cover .PVCF-LM (6-
5458 Min. 22 ga., Type B, Grade 33 steel or | One or more layers, any Board or EneravGuard HD Plus Polviso Cover Note 2 1 per inch o.c.) or 45.0%
: min. 2,500 psi structural concrete combination Board &y Y 3.2 ft2 PVCF-LO (6-inch :
o.c.)
PVCF-LM (6-
5459 Min. 22 ga., Type B, Grade 33 steel or | One or more layers, any | Min. 0.25-inch DensDeck Prime or SECUROCK Note 2 1 per inch o.c.) or _45.0%
’ min. 2,500 psi structural concrete combination Gypsum-Fiber Roof Board 3.2 ft? PVCF-LO (6-inch ’
o.c.)
PVCF-LM (6-
$-460 Min. 22 ga., Type B, Grade 33 steel or | One or more layers, any | Min. 0.5-inch EnergyGuard HD Plus Polyiso Note 2 1 per inch o.c.) or 45.0*
’ min. 2,500 psi structural concrete combination Cover Board 2.7 ft? PVCF-LO (6-inch ’
o.c.)
One or more layers, an PVCF-LM (4-
5-461 Min. 22 ga., Type B, Grade 33 steel or combination rr:/in i_ Y| Min. 0.375-inch SECUROCK Gypsum-Fiber Roof Note 2 1 per inch o.c.) or 45.0*
’ min. 2,500 psi structural concrete inch ! ’ Board 4.0 ft2 PVCF-LO (4-inch ’
o.c.)
. . . PVCF-LM (4-
Min. 22 ga., Type B, Grade 33 steel or One O.r m?re Iay.ers, @ | Min. 0.25-inch DensDeck Prime or SECUROCK Note 2 (Drlll-Tec. 3 in. R/ﬁ)bed Galvalume 1 per inch o.c.) or «
S-462. . . combination, min. 1- . Plates (Flat), Drill-Tec 3” Standard Steel ) . -45.0
min. 2,500 psi structural concrete X Gypsum-Fiber Roof Board . 3.2 ft PVCF-LO (4-inch
inch Plates or Drill-Tec AccuTrac Flat Plates only) oc)
. . . PVCF-LM (4-
Min. 22 ga., Type B, Grade 33 steel or | One or more layers, any | Min. 0.5-inch DensDeck Prime or min. 0.375- Note 2 (Drill-Tec 3 in. Ribbed Galvalume 1per | incho.c)or
S-463. . . I . . . Plates (Flat), Drill-Tec 3” Standard Steel . -45.0*
min. 2,500 psi structural concrete combination, min. 1-inch inch SECUROCK Gypsum-Fiber Roof Board ’ 4.0 ft? PVCF-LO (4-inch
Plates or Drill-Tec AccuTrac Flat Plates only) oc)
Min. 22 ga., Type B, Grade 33 steel; 6 (Optional) One or more Min. 2-inch EnergyGuard Ultra Polyiso 1 per iF:1\i(P:1Fc->Ll\A) £>4r-
S-464. ft spans, #12 HWH Teks 5, 6” o.c. or P \ Insulation, EnergyGuard Polyiso-HD Composite Note 2 p ) S -52.5
) ) layers, any combination X . A 2.7 ft PVCF-LO (4-inch
min. 2,500 psi structural concrete Insulation or Ultra HD Composite Insulation 0.c)
. . . . PVCF-LM (4-
Min. 22 ga., Type B, Grade 33 steel; 6 One or more layers, any | Min. 0.5-inch EnergyGuard HD Polyiso Cover 1 per inch o.c.) or
S-465. ft spans, #12 HWH Teks 5, 6” o.c. or combination, min. 1- Board or EnergyGuard HD Plus Polyiso Cover Note 2 P R -52.5
) ) ) 1.45 ft> | PVCF-LO (4-inch
min. 2,500 psi structural concrete inch Board oc)
Min. 22 ga., Type B, Grade 33 steel; 6 (Optional) One or more 1 per iF:::ti-)LcN; E)Ar-
S-466. ft spans, #12 HWH Teks 5, 6” o.c. or P L Min. 1.5-inch EnergyGuard Polyiso Insulation Note 2 P 5 e -60.0
X . layers, any combination 1.3ft PVCF-LO (4-inch
min. 2,500 psi structural concrete 0.c)
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NEmoO | etc.e
TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Deckt (Note 1)
No. o= (Note 13, Note 17) Type Fasten (Note 11) Attach (Note 15) (psf)
(Note 17)
. PVCF-LM (4-
Min. 22 ga., Type B, Grade 33 steel; 6 . . . .
5467, ft spans, #12 HWH Teks 5, 6” o.c. or One qr mf:\re layers, any | Min. 0.375-inch SECUROCK Gypsum-Fiber Roof Note 2 1 per inch o.c.) or. 675
X . combination Board 1.3 ft? PVCF-LO (4-inch
min. 2,500 psi structural concrete 0.c)
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN SPATTER APPLICATIONS:
caes. | Min-22ga, Type B, Grade 33 steel or ?o”rik‘;;g"tgﬁ I?Y:/iirsi_any Min. 0.375-inch SECUROCK Gypsum-Fiber Roof |\ . 1per | PVCF-XF or 4s0*
’ min. 2,500 psi structural concrete inch ! ’ Board 4.0 ft2 PVCF-OB ’
) . Min. 1.5-inch EnergyGuard Ultra Polyiso
S-469. M.m' 22ga, T.ype B, Grade 33 steelor | (Optional) One ormore Insulation, EnergyGuard Polyiso-HD Composite | Note 2 . perz PVCF-XF or -45.0*
min. 2,500 psi structural concrete layers, any combination X . . 3.2 ft PVCF-OB
Insulation or Ultra HD Composite Insulation
Min. 22 ga., Type B, Grade 33 steel or One o.r mf)re Iaygrs, any Min. 0.25-inch DensDeck Prime or SECUROCK Note 2 (Drlll-Tec' 3 in. R/f)bed Galvalume 1 per PVCF-XF or
S-470. min. 2.500 psi structural concrete combination, min. 1- Gvpsum-Fiber Roof Board Plates (Flat), Drill-Tec 3” Standard Steel 30 f2 PVCF-OB -45.0*
e p inch P Plates or Drill-Tec AccuTrac Flat Plates only) ’
N 2 (Drill-Te in. Ril Ivall
Min. 22 ga., Type B, Grade 33 steel or | One or more layers, any Min. 0.5-inch DensDeck Prime or min. 0.375- ote 2 (Dri e‘f- 3 in ’,?bed Galvalume 1 per PVCF-XF or «
S-471. min. 2,500 psi structural concrete combination, min. 1-inch inch SECUROCK Gypsum-Fiber Roof Board Plates (Flat), Drill-Tec 3" Standard Steel 4.0 ft? PVCF-OB 450
&2 p T P Plates or Drill-Tec AccuTrac Flat Plates only) ’
Min. 2-inch EnergyGuard Polyiso Insulation, Note 2
5472 Min. 22 ga., Type B, Grade 33 steel or | (Optional) One or more | EnergyGuard Ultra Polyiso Insulation, 8 parts per min. 4 x 8 ft board with parts installed 1 per PVCF-XF or 45.0%
’ min. 2,500 psi structural concrete layers, any combination | EnergyGuard Polyiso-HD Composite Insulation 24-inch o.c. in two parallel rows, 12 inches from 4.0 ft? PVCF-OB ’
or Ultra HD Composite Insulation the 8 ft edges of the board
Min. 22 ga., Type B, Grade 33 steel, . Min. 2.5-inch EnergyGu.ard Polylsc? Insulation,
” ” (Optional) One or more EnergyGuard Ultra Polyiso Insulation, 1 per PVCF-XF or
S-473. 5/8” puddle welds, 6” o.c. or ) N . . . Note 2 ) -45.0
layers, any combination | EnergyGuard Polyiso-HD Composite Insulation 2.3 ft PVCF-OB
structural concrete . -
or Ultra HD Composite Insulation
5474 Min. 22 ga., Type B, Grade 33 steel or | (Optional) One or more Min. 1.5-inch EnergyGuard Polyiso Insulation, Note 2 1 per PVCF-XF or 45.0*
’ min. 2,500 psi structural concrete layers, any combination | EnergyGuard Ultra Polyiso Insulation 2.0 ft? PVCF-OB ’
Drill-Tec #12 Fastener, Drill-Tec #14 Fastener, Drill-
Tec #12 DP Fastener or Drill-Tec #14 HD Fastener
one or maBiavers B with Drill-Tec 3 in. Ribbed Galvalume Plate (Flat), 1 per PVCF-XF or
$-475. | Min. 22 ga., Type B, Grade 33 steel e avers S0 | Min. 0.25-inch DEXcell FA Glass Mat Roof Board Drill-Tec 3” Flat Steel Plate or Drill-Tec AccuTrac 2y 0 -45.0%
g2nbinationygn. 1-ing Flat Plate, Drill-Tec #12 DF Fastener or Drill-Tec #14 ' PVCF-OB
DF Fastener with Drill-Tec 3” DF Steel Insulation
Plate or Drill-Tec 3” ASAP Flat
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Deckt (Note 1)
No. o= (Note 13, Note 17) Type Fasten (Note 11) Attach (Note 15) (psf)
(Note 17)
Drill-Tec #12 Fastener, Drill-Tec #14 Fastener, Drill-
Tec #12 DP Fastener or Drill-Tec #14 HD Fastener
One or more lavers. an with Drill-Tec 3 in. Ribbed Galvalume Plate (Flat), 1 per PVCF-XF or
S-476. Min. 22 ga., Type B, Grade 33 steel binati y i . yh Min. 0.5-inch DEXcell FA Glass Mat Roof Board Drill-Tec 3” Flat Steel Plate or Drill-Tec AccuTrac 4 (?ftz PVCE-OB -45.0*
combination, min. 1-inc Flat Plate, Drill-Tec #12 DF Fastener or Drill-Tec #14 . CF-0
DF Fastener with Drill-Tec 3” DF Steel Insulation
Plate or Drill-Tec 3” ASAP Flat
Note 2
.é.
One or more lavers. an Min. 0.5-inch EnergyGuard HD Polyiso Cover
5477 Min. 22 ga., Type B, Grade 33 steel or combination n?in i 5_y Board or EnergyGuard HD Plus Polyiso Cover ® 1 per PVCF-XF or -45.0*
’ min. 2,500 psi structural concrete inch ! T Board or min. 1.5-inch EnergyGuard Polyiso 5 3.2 ft? PVCF-OB ’
Insulation
= ® | % 3 o
3 5 5 3 5 5
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
(Optional) One or more #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
Iayers any XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per PVCF-LMC,
S-478. Min. 22 ga., Type B, Grade 33 steel ] | Min. 2.0-inch Ultra HD Composite Insulation Tec 3” Recessed Steel Plate, Drill-Tec 3” Steel Plate, ) PVCF-XF or -45.0*
combination, min 0.5- Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed 531 | Lycr-oB
inch, loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
Min. 22 ga., Type B, Grade 33 steel; 6 . Min. 2-inch EnergyGuard Ultra Polyiso
Optional) One or more . A . 1 per PVCF-XF or
S-479. ft spans, #12 HWH Teks 5, 6” o.c. or I(a F:arls an) combination Insulation, EnergyGuard Polyiso-HD Composite Note 2 ) 7pﬁ2 PVCE-OB -52.5
min. 2,500 psi structural concrete Yers, any Insulation or Ultra HD Composite Insulation ’
in. 22 ga. B H
Min. 22 ga,, Type B, Grade 3,? steel; 6 | One o.r mf)re Iay'ers, @ | Min. 0.25-inch DensDeck Prime or SECUROCK 1 per PVCF-XF or
S-480. ft spans, #12 HWH Teks 5, 6” o.c. or combination, min. 1- . Note 2 ) -52.5
X . X Gypsum-Fiber Roof Board 1.8ft PVCF-OB
min. 2,500 psi structural concrete inch
Min. 22 ga., Type B, Grade 33 steel; 6 | One or more layers, any | Min. 0.5-inch EnergyGuard HD Polyiso Cover 1 per PVCE-XF or
S-481. ft spans, #12 HWH Teks 5, 6” o.c. or combination, min. 1- Board or EnergyGuard HD Plus Polyiso Cover Note 2 P 5 -52.5
X . . 1.45 ft PVCF-OB
min. 2,500 psi structural concrete inch Board
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Deck# (Note 1
No. (Note 1) (Note 13, Note 17) Type Fasten (Note 11) ﬁt':aji‘ (Note 15) (psf)
! ote !
Min. 22 ga., T B, Grade 33 steel; 6 ) . . . )
n ga., lype race ” stee (Optional) One or more Min. 1.5-inch EnergyGuard Polyiso Insulation, 1 per PVCF-XF or
S-482. ft spans, #12 HWH Teks 5, 6” o.c. or N . . Note 2 ) -60.0
X . layers, any combination | EnergyGuard Ultra Polyiso Insulation 1.3ft PVCF-OB
min. 2,500 psi structural concrete
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
) (Optional) One or more #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
Min. 22 ga., Type B, Grade 33 steel, 6 ft layers, any XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per PVCF-LMC,
S-483. span, #12 HWH Teks 4, #12 HWH Teks 5 M . Min. 2.0-inch Ultra HD Composite Insulation Tec 3” Recessed Steel Plate, Drill-Tec 3” Steel Plate, 21f02 PVCF-XF or -60.0
or Hilti X-HSN 24, 6” o.c. f:omblnatlon,.mln 0.5 Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed ' PVCF-OB
inch, loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
Min. 22 ga., Type B, Grade 33 steel; 6 .
g . ! Optional) One or more . . ) 1 per PVCF-XF or
5-484. | ftspans, #12 HWH Teks5, 6" o.c.or | (oPtional) Fmo Min. 2-inch EnergyGuard Polyiso Note 2 per 67.5
X . layers, any combination 1.8 ft PVCF-OB
min. 2,500 psi structural concrete
Fasteners per Note 2 with Drill-Tec 3 in. Ribbed
Galvalume Plate (Flat), Drill-Tec 3” Flat Steel Plate,
Drill-Tec 3” Standard Steel Plate or Drill-Tec 3” DF
Steel Insulation Plate
I & BRI - B
Bl E Bl =) Bl 5
Min. 22 ga., Type B, Grade 33 steel; 6 | One or more layers, any | Min. 0.5-inch EnergyGuard HD Polyiso Cover [ 1 per PVCEXF or
S-485. ft spans, #12 HWH Teks 5, 6” o.c. or combination, min. 1.5- Board or EnergyGuard HD Plus Polyiso Cover 2 = P ) -67.5
. . . = 1.45 ft PVCF-OB
min. 2,500 psi structural concrete inch Board 2 2
SRS U S A B2
55 5 57 5 5 7
Min. 22 ga., Type B, Grade 33 steel; 6 : . X
g ! ' One or more layers, an Min. 0.375-inch SECUROCK Gypsum-Fiber Roof 1 per PVCF-XF or
5-486. | ftspans, #12 HWH Teks 5, 6” o.c. or ¢ morefavers, any | Vit ! ypsum-Ht Note 2 per -67.5
) . combination Board 1.3 ft PVCF-OB
min. 2,500 psi structural concrete
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
) (Optional) One or more #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
Min. 22 ga., Type B, Grade 33 steel, 6 ft layers, any XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per PVCF-LMC,
S-487. span, #12 HWH Teks 4, #12 HWH Teks 5 - . Min. 2.0-inch Ultra HD Composite Insulation Tec 3” Recessed Steel Plate, Drill-Tec 3” Steel Plate, ) PVCF-XF or -67.5
or Hilti X-HSN 24, 6” o.c. combination, min 0.5- Drill-Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed 16ft PVCF-OB
inch, loose-laid Galvalume Plate (Flat), Drill-Tec 3” Standard Steel
Plate, Drill-Tec AccuTrac Flat Plate or Drill Tec 3” DF
Steel Insulation Plate
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.

NEmoO | etc.e

Top Insulation Layer

System Base Insulation Layer Roof Cover MDP
Deck# (Note 1
No. (Note 1) (Note 13, Note 17) Type Fasten (Note 11) Attach (Note 15) (psf)
(Note 17)
One or more layers,
Min. 22 ga., Type B, Grade 33 steel; 6 min. 1.5-inch
’ - ! ! EnergyGuard Polyiso Min. 0.375-inch SECUROCK Gypsum-Fiber Roof 1 per
S-488. ft spans, 5/8” puddle welds 6” o.c. or gy. v yp Note 2 P , | PVCF-OB -82.5
min. 2,500 psi structural concrete Insulation or Board 1451t
e P EnergyGuard Ultra
Polyiso Insulation
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
a
‘
5 |
£l A
Min. 22 ga., Type B, min. 55 ksi steel; 6 One or more layers, any . . . ‘ i 1 per
-439. A A A Min. 0.625-inch DensDeck X P El A -82.
Dl ft span, #12 HWH Teks 5, 6” o.c. combination, min. 1-inch in. 0.625-ingDensDecigtgrmX Prime | 2.7 ft2 PVCF-XF 82.5
Je b B & ® 8RBz
2 5 3 3 Bl 5 5 7
Min. 22 ga., Type B, min. 55 ksi steel; 6 One or more layers, any . . . Drill-Tec XHD Fastener with Drill-Tec 3 in. 1 per
2l ft span, #12 HWH Teks 5, 6” o.c. combination, min. 1-inch Min R Al R " Ribbed Galvalume Plate (Flat) 2.7 ft2 PVCF-XF 825
Drill-Tec #14 Fastener, Drill-Tec #14 HD Fastener, Drill-
) (Optional) One or more Tec #15 DF Fastener, Drill-Tec XHD Fastener or Drill-Tec
Min. 22 ga., Type B, Grade 33 steel, 6 ft layers, any #15 EHD Fastener with Drill-Tec 3” Recessed Steel 1 per PVCF-LMC,
S-491. span, #12 HWH Teks 4, #12 HWH Teks 5 b'l . . Min. 2.0-inch Ultra HD Composite Insulation Plate, Drill-Tec 3” Steel Plate, Drill-Tec 3” Flat Steel 1.0 2 PVCF-XF or -82.5
or Hilti X-HSN 24, 6” o.c. f:om 'natlon'_mm 0.5- Plate, Drill-Tec 3 in. Ribbed Galvalume Plate (Flat), Drill- : PVCF-OB
inch, loose-laid Tec 3” Standard Steel Plate, Drill-Tec AccuTrac Flat
Plate or Drill Tec 3” DF Steel Insulation Plate
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, Drill-
Min. 22 T B. Grade 33 |65 Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
in. 22 ga., Type B, Grade 33 steel, 6 ft o #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec
ne or more layers, an . . . ’ , PVCF-LMC,
$-492 span, two (2) #12 HWH Teks 4, #12 combination n:/in 1- 4 Min. 0.5-inch DensDeck Prime or SECUROCK XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per PVCE-XE or 825
’ HWH Teks 5 or Hilti X-HSN 24 per . ’ Gypsum-Fiber Roof Board Tec 3" Flat Steel Plate, Drill-Tec 3 in. Ribbed Galvalume 1.0ft2 '
attachment pont, 6” o.c. inch, loose-laid Plate (Flat), Drill-Tec 3” Standard Steel Plate, Drill-Tec PVCF-OB
AccuTrac Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Min. 22 ga., Type B, min. 55 ksi steel; 6 One or more layers, any . ! . Drill-Tec XHD Fastener with Drill-Tec 3 in. 1 per
- 0 - N R . 0.625- DensD . - -97.
5493 ft span, #12 HWH Teks 5, 6” o.c. combination, min. 1-inch Min. 0.625-inch DensDeck StormX Prime Ribbed Galvalume Plate (Flat) 1.8 ft2 FVCESAE 975
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.
System Base Insulation Layer Top Insulation Layer Roof C MDP
ulati y oof Cover
Deck# (Note 1
No. (Note 1) (Note 13, Note 17) Type Fasten (Note 11) Attach (Note 15) (psf)
(Note 17)
. Note 2 (Drill-Tec 3 in. Ribbed Galvalume
Min. 22 ga., T B, Grade 80 steel; 6 | O | 3 . ) . ; ”
5494 f |Sn an f\;o (;’)p;lz H\l;\a/HeTekssseeS” conrit(:i;zjc?;rf :Iiirsl zrjy Min. 0.5-inch EnergyGuard HD Polyiso Cover Plates (Flat), Drill-Tec 3” Standard Steel 1 per PVCF-XF or 1125
’ o cp ! ! inch ! T Board Plates, Drill-Tec 3” DF Steel Insulation Plate 1.0 ft? PVCF-OB ’
" or Drill-Tec 3” Flat Steel Plate only)
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
B o
5 5
2 3
, s
Min. 22 ga., Type B, min. 55 ksi steel; 6 One or more layers, any . . . F z 1 per
S-495. ft span, #12 HWH Teks 5, 6” o.c. combination, min. 1-inch Min. 0.625-inch DensDeck StormX Prime 5 18 f12 PVCF-XF 127.5
e
Tlg B B e Blelh Ble
25 F 2 52 3F F7 ¢
Drill-Tec #12 DF Fastener, Drill-Tec #12 Fastener, D;'iII-
Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec
in. . One or more layers, an . . . #14 HD Fastener, Drill-Tec #15 DF Fastener, Drill-Tec PVCF-LMC,
Min. 22 ga., Type B, Grade 80 steel, 6 ft - y v Min. 0.5-inch DensDeck Prime or SECUROCK XHD Fastener or Drill-Tec #15 EHD Fastener with Drill- 1 per
S-496. span, two (2) #12 HWH Teks 4, #12 combination, min 1- X ” ) . PVCF-XF or -127.5
. ” N i Gypsum-Fiber Roof Board Tec 3” Flat Steel Plate, Drill-Tec 3 in. Ribbed Galvalume 1.0 ft2
HWH Teks 5 or Hilti X-HSN 24, 6” o.c. inch, loose-laid Plate (Flat), Drill-Tec 3” Standard Steel Plate, Drill-Tec PVCF-OB
AccuTrac Flat Plate or Drill Tec 3” DF Steel Insulation
Plate
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
o
=1
™
Min. 22 ga., Type B, min. 55 ksi steel; 6 One or more layers, any . . . 5 1 per
S-497. ft span, #12 HWH Teks 5, 6” o.c. combination, min. d%inch Min. 0.625-inch DensDeck StormX Prime 1.3 ft2 PVCF-XF -135.0
3
.
Sl LB BB & |7
° 3 5 5 5 5 7
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SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmMO | etc.e

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in

the Table 2F assemblies up to a maximum design pressure of -82.5 psf. Note 1.

Top Insulation Layer

Roof Cover

<
o
o

System Base Insulation Layer
Deck¥ (Note 1)
No. e (Note 13, Note 17) Type Fasten (Note 11) Attach (Note 15) (psf)
(Note 17)
Drill-Tec XHD Fastener with Drill-Tec 3 in.
Ribbed Galvalume Plate (Flat)
e ®
B E
- L t
et et '
5 S o
Min. 22 ga., Type B, min. 55 ksi steel; 6 One or more layers, any . ) . | 5 ® 1 per
R o N . R Min. 0.625-inch DensDeck X P o C E - - .
Desl ft span, #12 HWH Teks 5, 6” o.c. combination, min. 1-inch in. 0.625-inch DensDeck StormX Prifmi £ : 1.3 ft2 PVCF-XF 142.5
i %
| %
Y B _RlelY B R 99
ERE R I
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TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED BASE Anp CAP PLY

Base Insulation Top Insulation Layer Roof Cover (Note 15)
System Deck (Note 1) Layer h MDP
Attac
No. f
o (Note 13, Note 17) Type Fasten (Note 11) ot 17 Base Ply Cap Ply (psf)
ASPHALT-APPLIED BASE PLY:
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
Fastener with Drill-Tec 3” Standard Steel Plate, Drill-
) (Optional) One or Min. 0.375-inch Tec 3 in. Ribbed Galvalume Plate (Flat) or Drill-Tec .
S-499. M!n. 22ga., Type B, Gralde 33 steel or more layers, any SECUROCK Gypsum- AccuTrac Flat Plate or Drill-Tec #12 DP Fastener 1 perz SBS-AA PVCF-HA, PVCF-LO (12-inch -45.0*
min. 2,500 psi structural concrete combination Fiber Roof Board (steel only) or Drill-Tec #14 HD Fastener with Drill- 4.0 ft o.c.), PVCF-XF or PVCF-OB
Tec 3” Flat Steel Plate or Drill-Tec #12 DPH Fastener
(steel only) with Drill-Tec 3” Recessed Steel Plate
Min. 0.25-inch
. One or more layers . PVCF-HA, PVCF-LM (12-inch
Min. 22 ga., T B | ! DensDeck P 1 i
5-500. in. 22 ga., Type B, Grade 33 steelor | _ /i vion. ensveck Frime or Note 2 PEr | sBs-AA 0.c.), PVCF-LO (12-inch o.c.), | -45.0%
min. 2,500 psi structural concrete X SECUROCK Gypsum- 4.0 ft2
loose laid X PVCF-XF or PVCF-OB
Fiber Roof Board
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
Fastener with Drill-Tec 3” Standard Steel Plate, Drill-
: (Optional) One or Min. 0.25-inch Tec 3 in. Ribbed Galvalume Plate (Flat) or Drill-Tec .
S-501. M.In. 22 ga, Type B, Gralde 33 steel or more layers, any SECUROCK Gypsum- AccuTrac Flat Plate or Drill-Tec #12 DP Fastener . p?tl'z SBS-AA PVCF-HA, PVCF-LO (12-inch -45.0*
min. 2,500 psi structural concrete combination Fiber Roof Board (steel only) or Drill-Tec #14 HD Fastener with Drill- 3.2 o.c.), PVCF-XF or PVCF-OB
Tec 3” Flat Steel Plate or Drill-Tec #12 DPH Fastener
(steel only) with Drill-Tec 3” Recessed Steel Plate
Min. 0.5-inch
Structodek High
. One or more layers, | Density Fiberboard PVCF-HA, PVCF-LM (12-inch
Min. 22 ga., T B | A 1 .
S-502. m::: ) Sgg’ siystiuc’tﬁ::ldceo?\?c’rs::ee or any combination, Roof Insulation or Note 2 5 opftrz SBS-AA o.c.), PVCF-LO (12-inch o.c.), -45.0*
$ S0P loose laid Structodek High : PVCF-XF or PVCF-OB
Density Fiberboard
Roof Insulation
. One or more layers Min. 0.25-inch PVCF-HA, PVCF-LM (12-inch
Min. 22 ga., T B | . L 1 i .
$-503. m:: ; scg)gl siyftfuc'tﬁ::ffoiiifee " | any combination, | SECUROCK Gypsum- | Note 2 5 Opftrz SBS-AA o.c.), PVCF-LO (12-incho.c.), | -45.0%
o P loose laid Fiber Roof Board ’ PVCF-XF or PVCF-OB
Min. 22 ga., Type B, Grade 33 steel; 6 Min. 0.25-inch .
5-504. | ftspans, #12 HWH Teks 5, 6" o.c.or | On€ 0T MOT€ IVers, | o060k Gypsum- | Note 2 1per | ops an PVCF-HA, PVCF-LO (12-inch 52.5
. . any combination . 1.6 ft o.c.), PVCF-XF or PVCF-OB
min. 2,500 psi structural concrete Fiber Roof Board
Min. 22 ga., Type B, Grade 33 steel; 6 One or more layers, | Min. 0.25-inch 1 per PVCF-HA, PVCF-LM (12-inch
S-505. ft span, #12 HWH Teks 5, 6” o.c. or any combination, SECUROCK Gypsum- Note 2 1 6pft2 SBS-AA o.c.), PVCF-LO (12-inch o.c.), -52.5
min. 2,500 psi structural concrete loose laid Fiber Roof Board : PVCF-XF or PVCF-OB
Min. 22 ga., Type B, Grade 33 steel; 6 One or more layers, Min. 0.25-inch 1 per PVCF-HA, PVCF-LM (12-inch
S-506. ft span, #12 HWH Teks 5, 6” o.c. or any combination, Den.sD.eck Prime Note 2 1 45 2 SBS-AA o.c.), PVCF-LO (12-inch o.c.), -52.5
min. 2,500 psi structural concrete loose laid ' PVCF-XF or PVCF-OB
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TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED BASE anp CAP PLY

Base Insulation Top Insulation Layer Roof Cover (Note 15)
System Deck (Note 1) Layer h Mbe
Attac
No. f
o (Note 13, Note 17) Type Fasten (Note 11) o7 Base Ply Cap Ply (psf)
Min. 22 ga., Type B, Grade 33 steel; 6 One or more layers, Min. 0.5-inch 1 per PVCF-HA, PVCF-LM (12-inch
S-507. ft span, #12 HWH Teks 5, 6” o.c. or any combination, SECUROCK Gypsum- Note 2 (#14 only) 1 8pft2 SBS-AA o.c.), PVCF-LO (12-inch o.c.), -60.0
min. 2,500 psi structural concrete loose laid Fiber Roof Board ’ PVCF-XF or PVCF-OB
Min. 22 ga., Type B, Grade 33 steel; 6 One or more layers, gﬂé:.sg.esc_lln;:me or 1 per PVCF-HA, PVCF-LM (12-inch
S-508. ft span, #12 HWH Teks 5, 6” o.c. or any combination, Note 2 P . SBS-AA o.c.), PVCF-LO (12-inch o.c.), -60.0
) ) X SECUROCK Gypsum- 2.0 ft
min. 2,500 psi structural concrete loose laid X PVCF-XF or PVCF-OB
Fiber Roof Board
Min. 22 ga., Type B, Grade 33 steel; 6 One or more layers, ZLECSOZ:ECSI h 1 per PVCF-HA, PVCF-LM (4-inch
S-509. ft span, #12 HWH Teks 5, 6” o.c. or any combination, Densit Fiberfoard Note 2 1 Opftz SBS-AA o.c.), PVCF-LO (4-inch o.c.), -67.5
min. 2,500 psi structural concrete loose laid Y . : PVCF-XF or PVCF-OB
Roof Insulation
Min. 22 ga., Type B, Grade 33 steel; 6 One or more layers, g;:;gfglln}f:me or 1 per PVCF-HA, PVCF-LM (4-inch
S-510. ft spans; #12 HWH Teks 5, 6” o.c. or any combination, SECUROCK Gvbsum- Note 2 1 6pft2 SBS-AA o.c.), PVCF-LO (4-inch o.c.), -82.5
min. 2,500 psi structural concrete loose laid . vp ’ PVCF-XF or PVCF-OB
Fiber Roof Board
Min. 20 ga., Type B, Grade 33 steel, One or more layers, | M- 0-3-inch PVCF-HA, PVCF-LM (4-inch
min. 22 ga., Type B, Grade 80 steel; 6 - DensDeck Prime or 1 per .
S-511. ” any combination, Note 2 ) SBS-AA o.c.), PVCF-LO (4-inch o.c.), -90.0
ft spans; #12 HWH Teks 5, 6” o.c. or K SECUROCK Gypsum- 1.6 ft
) . loose laid . PVCF-XF or PVCF-OB
min. 2,500 psi structural concrete Fiber Roof Board
TORCH-APPLIED BASE PLY:
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
. (Optional) One or Min. 0.375-inch Fastener, Drill-Tec #12 DP Fastener (steel only), Drill- .
s-512, | Min. ;2 ga. Type B, Gralde 33steelor | e layers, 3 SECUROCK Gypsum- | Tec #12 DPH Fastener (steel only) or Drill-Tec #14 HD 41 pftrz SBS-TA PVCF-HA, PVCF-LO (12-inch -45.0*
min. 2,500 psi structural concrete combination Fiber Roof Board Fastener with Drill-Tec 3 in. Ribbed Galvalume Plate 0 o.c)
(Flat) or Drill-Tec 3” Flat Steel Plate
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
. One or more layers, . . Fastener, Drill-Tec #12 DP Fastener (steel only), Drill- .
S-513. M.In. 22823, Type B, Gralde 33 steel or any combination, Vin. 0.5—l|(nch Tec #12 DPH Fastener (steel only) or Drill-Tec #14 HD ! pfetr SBS-TA PVCF-HA, PVCF-LM_ (]ﬁ-mCh -45.0*
min. 2,500 psi structural concrete loose laid DensDeck Prime Fastener with Drill-Tec 3 in. Ribbed Galvalume Plate 4.0 ft2 o.c.), PVCF-LO (12-inch o.c.)
(Flat) or Drill-Tec 3” Flat Steel Plate
Min. 0.375-inch
SECUROCK Gypsum-
. One or more layers, | Fiber Roof Board, min.
S-514. M.m' 2283, Type B, G any combination, 0.5-inch DensDeck Note 2 1 per SBS-TA PVCF-LM, PVCF-LMC, PVCF- -45.0*
min. 2,500 psi structural concrete R . . 4.0 ft? XF or PVCF-OB
loose laid Prime or min, 0.625-
inch DensDeck StormX
Prime
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TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED BASE anp CAP PLY

Base Insulation Top Insulation Layer Roof Cover (Note 15)
System Deck (Note 1) v = MDP
Attac
No. (Note 13, Note 17) Type Fasten (Note 11) o7 Base Ply Cap Ply (psf)
. (Optional) One or Min. 0.25-inch .
$-515. M.m. 22 ga., Type B, Grade 33 steel or more layers, any SECUROCK Gypsum- Note 2 1 per SBS-TA PVCF-HA, PVCF-LO (12-inch -45.0*
min. 2,500 psi structural concrete s X 3.2 ft? o.c.)
combination Fiber Roof Board
One or more layers Min. 0.25-inch
5516 Min. 22 ga., Type B, Grade 33 steel or an combinatio»; " | DensDeck Prime or Note 2 1 per SBS-TA PVCF-LM, PVCF-LMC, PVCF- -45.0*
’ min. 2,500 psi structural concrete v . ! SECUROCK Gypsum- 3.2 ft2 XF or PVCF-OB '
loose laid .
Fiber Roof Board
. One or more layers, . . PVCF-HA, PVCF-LM (12-inch
S-517. m:: ;2553’ :?Iste;uBc'tS::;jceoizrset:ed or any combination, gé:sg.esc-lln;:me Note 2 312pfetr2 SBS-TA o.c.), PVCF-LO (12-inch o.c.), -45.0*
oRP loose laid : PVCF-XF or PVCF-OB
. One or more layers, R R .
5518 M!n. 22 ga., Type B, Grade 33 steel or any combination, Min. 0.25—|m?h Note 2 1 per SBS-TA PVCF-HA, PVCF—LM (12-inch -45.0%
min. 2,500 psi structural concrete loose laid DensDeck Prime 2.1ft2 0.c.), PVCF-LO (12-inch o.c.)
. One or more layers, | Min. 0.25-inch PVCF-HA, PVCF-LM (12-inch
S-519. m:: ;2553’ :?Iste;uBc'tS::;jceoizrset:ed or any combination, SECUROCK Gypsum- Note 2 zlopfetrz SBS-TA 0.c.), PVCF-LO (12-inch o.c.), -45.0*
T P loose laid Fiber Roof Board ’ PVCF-XF or PVCF-OB
Min. 22 ga., Type B, Grade 33 steel; 6 One or more layers, | Min. 0.5-inch 1 per PVCF-HA, PVCF-LM (12-inch
S-520. ft span, #12 HWH Teks 5, 6” o.c. or any combination, SECUROCK Gypsum- Note 2 1 8pft2 SBS-TA o.c.), PVCF-LO (12-inch o.c.), -52.5
min. 2,500 psi structural concrete loose laid Fiber Roof Board ’ PVCF-XF or PVCF-OB
Min. 22 ga., Type B, Grade 33 steel; 6 Min. 0.25-inch .
5-521. | ftspans, #12 HWH Teks 5, 6” o.c.or | On€ 0T MOT€IYers, | ¢ ek Gypsum- | Note 2 1per | cpsra PVCF-HA, PVCF-LO (12-inch 52.5
) . any combination . 1.6 ft? o.c.)
min. 2,500 psi structural concrete Fiber Roof Board
Min. 22 ga., Type B, Grade 33 steel; 6 One or more layers, | Min. 0.25-inch
5-522. | ftspan; #12 HWH Teks5,6” o.c.or | any combination, | SECUROCK Gypsum- | Note 2 . oen | sBsTA i\F/f; ;\'\//'(EFP_\(/)CBF LMC, PVCE -52.5
min. 2,500 psi structural concrete loose laid Fiber Roof Board ’
Min. 22 ga., Type B, Grade 33 steel; 6 One or more layers, | Min. 0.25-inch 1 per PVCF-HA, PVCF-LM (12-inch
S-523. ft span, #12 HWH Teks 5, 6” o.c. or any combination, SECUROCK Gypsum- Note 2 1 6pft2 SBS-TA o.c.), PVCF-LO (12-inch o.c.), -52.5
min. 2,500 psi structural concrete loose laid Fiber Roof Board : PVCF-XF or PVCF-OB
Min. 22 ga., Type B, Grade 33 steel; 6 One or more layers, Min. 0.25-inch 1 per PVCF-HA, PVCF-LM (12-inch
S-524. ft span, #12 HWH Teks 5, 6” o.c. or any combination, Den.sD.eck Prime Note 2 1 4? ft2 SBS-TA o.c.), PVCF-LO (12-inch o.c.), -52.5
min. 2,500 psi structural concrete loose laid ' PVCF-XF or PVCF-OB
) Min. 0.25-inch
$-525 ?t/l ;n.aznz ??g-;ycie i’d(firlaedvssgssgie;’f ao: ec(;rmn;?;ztlixers' DensDeck Prime or Note 2 Lper 1 sgsTa PVCF-HA, PVCF-LO (12-inch -60.0
: pan, P K " " | SECUROCK Gypsum- 1.45 ft2 0.c.), PVCF-XF or PVCF-OB '
or min. 2,500 psi structural concrete loose laid .
Fiber Roof Board
Min. 22 ga., Type B, Grade 33 steel; 6 Min. 0.375-inch .
5-526. | ftspans, #12 HWH Teks 5, 6” o.c.or | ON 0T MOT€IYers, | e r\,e6eKk Gypsum- | Note 2 Lper | ops A PVCF-HA, PVCF-LO (12-inch -60.0
. . any combination . 1.3 ft o.c.), PVCF-XF or PVCF-OB
min. 2,500 psi structural concrete Fiber Roof Board
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TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED BASE anp CAP PLY

Base Insulation Top Insulation Layer Roof Cover (Note 15)
System Deck (Note 1) v = MDP
Attac
No. f
o (Note 13, Note 17) Type Fasten (Note 11) o7 Base Ply Cap Ply (psf)
Min. 22 ga., Type B, Grade 33 steel; 6 One or more layers, gel:;g.ezci-rr?:\e or 1 per PVCF-HA, PVCF-LM (12-inch
S-527. ft span, #12 HWH Teks 5, 6” o.c. or any combination, Note 2 P SBS-TA o.c.), PVCF-LO (12-inch o.c.), -60.0
) . . SECUROCK Gypsum- 1.3 ft2
min. 2,500 psi structural concrete loose laid . PVCF-XF or PVCF-OB
Fiber Roof Board
Min. 0.5-inch
Min. 22 ga., Type B, Grade 33 steel; 6 One or more layers, )
” L. DensDeck Prime or 1 per PVCF-LM, PVCF-LMC, PVCF-
S-528. ft .span, #12 HWH Teks 5, 6” o.c. or any corr.1b|nat|on, SECUROCK Gypsum- Note 2 202 SBS-TA XE or PVCF-OB -60.0
min. 2,500 psi structural concrete loose laid .
Fiber Roof Board
Min. 22 ga., Type B, Grade 33 steel; 6 One or more layers, Min. 0.25-inch 1 per PVCF-HA, PVCF-LM (4-inch
S-529. ft span, #12 HWH Teks 5, 6” o.c. or any combination, Den.sD.eck Prime Note 2 1 42 ft2 SBS-TA o.c.), PVCF-LO (4-inch o.c.), -67.5
min. 2,500 psi structural concrete loose laid ' PVCF-XF or PVCF-OB
Min. 22 ga., Type B, Grade 40 steel; 6 One or more layers, | Min. 0.375-inch .
) - 1 PVCF-HA, PVCF-LM (4-inch
S-530. ft span, 5/8-inch puddle welds 6” o.c. any combination, SECUROCK Gypsum- Note 2 perz SBS-TA . (4-inc -67.5
R ) R . 1.3 ft o.c.), PVCF-LO (4-inch o.c.)
or min. 2,500 psi structural concrete loose laid Fiber Roof Board
Min. 22 ga., Type B, Grade 33 steel; 6 One or more layers, | Min. 0.375-inch
1 PVCF-LM, PVCF-LMC, PVCF-
$-531. | ftspan; #12 HWH Teks 5, 6” o.c. or any combination, SECUROCK Gypsum- | Note 2 . ;ft'z SBS-TA XFZr PV(EF—O% G, Pve 67.5
min. 2,500 psi structural concrete loose laid Fiber Roof Board ’
Min. 0.5-inch
Min. 22 ga., Type B, Grade 33 steel; 6 One or more layers, | DensDeck Prime or
S-532. ft span; #12 HWH Teks 5, 6” o.c. or any combination, min. 0.625-inch Note 2 jg:z SBS-TA ;::/ii IF;\'\//I(EFP\(_/)CBF LMC, PVCF -67.5
min. 2,500 psi structural concrete loose laid DensDeck StormX ’
Prime
Min. 22 ga., Type B, Grade 40 steel; 6 One or more layers, Min. 0.25-inch 1 per PVCF-HA, PVCF-LM (4-inch
S-533. ft span, 5/8-inch puddle welds 6” o.c. any combination, SECUROCK Gypsum- Note 2 1 45 2 SBS-TA o.c.), PVCF-LO (4-inch o.c.), -75.0
or min. 2,500 psi structural concrete loose laid Fiber Roof Board ’ PVCF-XF or PVCF-OB
Min. 20 ga., Type B, Grade 33 steel or
min. 22 ga., Type B, Grade 80 steel; 6 One or more layers, Min. 0.5-inch 1 per PVCF-HA, PVCF-LM (4-inch
S-534. ft span, two (2) #12 HWH Teks 5 with any combination, Den.sD.eck Drithe Note 2 1 OpftZ SBS-TA o.c.), PVCF-LO (4-inch o.c.), -90.0
%" washers 6” o.c. or min. 2,500 psi loose laid ’ PVCF-XF or PVCF-OB
structural concrete
SELF-ADHERING BASE PLY:
Drill-Tec #12 Fastener (steel only), Drill-Tec #14
. (Optional) One or Min. 0.375-inch Fastener, Drill-Tec #12 DP Fastener (steel only), Drill- .
S-535. M.m’ 2283, Type B, Gralde 33 Q" more layers, any SECUROCK Gypsum- Tec #12 DPH Fastener (steel only) or Drill-Tec #14 HD 1 p?_trz SBS-SA PVCF-HA, PVCF-LO (12-inch -45.0%*
min. 2,500 psi structural concrete combination Fiber Roof Board Fastener with Drill-Tec 3 in. Ribbed Galvalume Plate 4.0 o.c.), PVCF-XF or PVCF-OB
(Flat) or Drill-Tec 3” Flat Steel Plate
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TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED BASE anp CAP PLY

Base Insulation Top Insulation Layer Roof Cover (Note 15)
S Deck (Note 1) Layer h MDP
Attac
No. sf
(Note 13, Note 17) Type Fasten (Note 11) o7 Base Ply Cap Ply (psf)
. (Optional) One or Min. 0.25-inch .
Min. 22 ga., Type B, Grade 33 steel or 1 per PVCF-HA, PVCF-LO (12-inch
S-536. . . more layers, an SECUROCK Gypsum- Note 2 SBS-SA -45.0*
min. 2,500 psi structural concrete . v R v X vP ote 3.2 ft? o.c.), PVCF-XF or PVCF-OB
combination Fiber Roof Board
Min. 22 ga., Type B, Grade 33 steel; 6 Min. 0.25-inch .
6] | 3 1 PVCF-HA, PVCF-LO (12-inch
$-537. | ftspans, #12 HWH Teks 5, 6” o.c. or neormore 1avers, | SeEcUROCK Gypsum- | Note 2 PET | sBs-sA (12-inc 52.5
. . any combination . 1.6 ft o.c.), PVCF-XF or PVCF-OB
min. 2,500 psi structural concrete Fiber Roof Board
CoLD-APPLIED BASE PLY:
. One or more layers, | 0.5-inch EnergyGuard
s53g, | Min-22ga, TypeB, Grade 33steelor | /o pination, | HD Polyiso Cover Note 2 bper | pscar | PVCFLM, PVCRLMC PVCE- g ox
min. 2,500 psi structural concrete . 2.0 ft XF or PVCF-OB
loose laid Board
Drill-Tec #12 DF Fastener or Drill-Tec #14 DF Fastener with
) ) Drill-Tec 3” DF Steel Insulation Plate or Drill-Tec #12 Fastener,
Obti No Min. 1.5-inch Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec #14
( ptiona ) ne or EnergyGuard p0|yi50 HD Fastener with Drill-Tec 3” Steel Plate, Drill-Tec 3” Flat
$-539 Min. 22 Tvoe B. Grade 33 steel more layers, any Insulati Steel Plate, Drill-Tec 3” Standard Steel Plate, Drill-Tec 1 per SBS-CAL PVCF-LM (spatter), PVCF- 45.0*
: : n. ga., lype b, Grade stee combination, min nsulation, AccuTrac Flat Plate, Drill-Tec AccuTrac Recessed Plate, Drill- 3.2 ft2 8 LMC, PVCF-XF or PVCF-OB e
0.5-inch. | laid EnergyGuard Ultra Tec 3 in. Ribbed Galvalume Plate (Flat) or Drill-Tec 3”
->-Inch, loose Polyiso Insulation Recessed Steel Plate or Drill-Tec ASAP 35, Drill-Tec 3” ASAP
Flat, Drill-Tec 3” ASAP Recessed, Drill-Tec Heavy Duty ASAP
Roofing Fastener Assembled with a 3” Metal Plate
Drill-Tec #12 DF Fastener or Drill-Tec #14 DF Fastener with
. . Drill-Tec 3” DF Steel Insulation Plate or Drill-Tec #12 Fastener,
(Optional) O Min. 2.0-inch Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec #14
ptiona ne or EnergyGuard Polyiso HD Fastener with Drill-Tec 3” Steel Plate, Drill-Tec 3” Flat
$-540 Min. 22 Tvpe B. Grade 33 steel more layers, any Insulati Steel Plate, Drill-Tec 3” Standard Steel Plate, Drill-Tec 1 per SBS-CAL PVCF-LM (spatter), PVCF- 45.0*
- : : o 4 i i i ’ AccuTrac Flat Plate, Drill-Tec AccuTrac Recessed Plate, Drill- 2 - . . e
n ga., Type rade 33 stee combination, min EnnseurZngSard Ultra el Al biate (Fiat) or Dril-Tec 4.0 ft LMC, PVCF-XF or PVCF-OB
. . ec 3in. Ribbed Galvalume Plate (Flat) or Drill-Tec 3"
0.5-inch, loose-laid Polyiso Insulation Recessed Steel Plate or Drill-Tec ASAP 3, Drill-Tec 3” ASAP
Flat, Drill-Tec 3” ASAP Recessed, Drill-Tec Heavy Duty ASAP
Roofing Fastener Assembled with a 3” Metal Plate
Min. 22 ga., Type B, Grade 33 steel; 6 One or m(?re I'ayers, 0.5-inch'EnergyGuard 1 per PVCF-LM, PVCF-LMC, PVCF-
S-541. ft span; #12 HWH Teks 5, 6” o.c. or any combination, HD Polyiso Cover Note 2 1.45 2 SBS-CA1 XF or PVCE-OB -60.0
min. 2,500 psi structural concrete loose laid Board '
Drill-Tec #12 DF Fastener or Drill-Tec #14 DF Fastener with
Drill-Tec 3” DF Steel Insulation Plate or Drill-Tec #12 Fastener,
Ovti o Min. 2.0-inch Drill-Tec #12 DP Fastener, Drill-Tec #14 Fastener, Drill-Tec #14
. (Optional) One or EnergyGuard Polyiso HD Fastener with Drill-Tec 3” Steel Plate, Drill-Tec 3” Flat
$-542 Min. 22 ga., Type B, Grade 33 steel; 6 | more layers, any Insulation Steel Plate, Drill-Tec 3” Standard Steel Plate, Drill-Tec L PVCF-LM (spatter), PVCF- 675
’ ft span; #12 HWH Teks 5, 6” o.c. combination, min ! AccuTrac Flat Plate, Drill-Tec AccuTrac Recessed Plate, Drill- 1.8 ft? LMC, PVCF-XF or PVCF-OB '
0.5-inch. | _laid EnergyGuard Ultra Tec 3 in. Ribbed Galvalume Plate (Flat) or Drill-Tec 3”
g2nch, 1005 Polyiso Insulation Recessed Steel Plate or Drill-Tec ASAP 3, Drill-Tec 3” ASAP
Flat, Drill-Tec 3” ASAP Recessed, Drill-Tec Heavy Duty ASAP
Roofing Fastener Assembled with a 3” Metal Plate
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TABLE 21: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1A: THERMAL BARRIER WITH VAPOR BARRIER, MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

$NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2H assemblies to a maximum design pressure of -82.5 psf. Note 1.
Insulation
ST BeEs Thermal Barrier / Vapor Barrier Fast h ey e AlEl
asten Attac
No. (Note 1) T (Note 15) (psf)
ype (Note 11) (Note 17)
EVERGUARD PVC OR EVERGUARD PVC KEE / EVERGUARD #2331 BONDING ADHESIVE OR EVERGUARD #2331 BONDING ADHESIVE H APPLICATIONS:
. Min. 0.625-inch DensDeck Prime or min. 0.5-inch . . . . .
Min. 22 ga., Type B, Grac!e SECUROCK Gypsum-Fiber Roof Board, loose-laid, Min. 1..5-|nch EnergyGuard Poly|so.lnsulat|on., EnergyGuard Ultra PQIylso 1 per PVC-BA or PVC-BA- X
S-543. 33 steel or min. 2,500 psi ) Insulation, EnergyGuard Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Note 2 -45.0
covered with GAF SA Vapor Retarder or GAF SA . ) ) . 2.0 ft2 H
structural concrete Composite Insulation, Ultra HD Composite Insulation, EnergyGuard RA
Vapor Retarder XL, self-adhered
. Min. 0.625-inch DensDeck Prime or min. 0.5-inch
Min. 22 ga., Type B, Grade ; . . : . . .
S-544 33 steel or min. 2.500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, Min. 2-inch EnergyGuard Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Note 2 1 per PVC-BA or PVC-BA- 45.0*
' T p covered with GAF SA Vapor Retarder or GAF SA Composite Insulation, Ultra HD Composite Insulation, EnergyGuard RA 4.0 ft? H ’
structural concrete
Vapor Retarder XL, self-adhered
. Min. 0.625-inch DensDeck Prime or min. 0.5-inch . . . " .
Min. 22 ga., Type B, Grac!e SECUROCK Gypsum-Fiber Roof Board, loose-laid, Min. 1..5-|nch EnergyGuard Polyiso Ir?sulatmn, EnergyG'uard UIFra Polyiso 1 per PVC-BA or PVC-BA- X
S-545. 33 steel or min. 2,500 psi . Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch Note 2 -45.0
covered with GAF SA Vapor Retarder or GAF SA . . 2.0 ft2 H
structural concrete DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board
Vapor Retarder XL, self-adhered
. Min. 0.625-inch DensDeck Prime or min. 0.5-inch . . . . .
5546, | 33 stee o min, 2500 ps | SECUROCK Gypsum-Fiver Roof Board, loose-lid, | 1 LT e, P R e pensbeck | Note2 | 1Per | PYCBAorPVCEA |
’ structural conc.ret’e P covered with GAF SA Vapor Retarder or GAF SA Prima ¢ gy ’ ’ y min. 0. 32f2 | H .
Vapor Retarder XL, self-adhered
. Min. 0.625-inch DensDeck Prime or min. 0.5-inch . . . . .
5547, | 33stee o min, 2500 p | SECUROCK Gypsum-Fier Roof Board loose-fig, | (10 (8 et SRR s T ORI e | notez | 1per | PUCBAOTPVCEA |
: -=~00P covered with GAF SA Vapor Retarder or GAF SA s ENETey g g y min. ©. 402 | H :
structural concrete DensDeck Prime
Vapor Retarder XL, self-adhered
Min. 22 ga., Type B, Grade . . . . .
Min. 0.625-inch DensDeck Prime or min. 0.5-inch . . . . .
33 steel; 6 ft s;ians, #12 SECUROCK Gypsum-Fiber Roof Board, loose-laid, Min. 1..5-|nch EnergyGuard Polyiso Ir?sulat|on, Energy(?uard UIFra Polyiso 1 per PVC-BA or PVC-BA-
S-548. HWH Teks 5, 6” o.c. or i Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch Note 2 -52.5
X X covered with GAF SA Vapor Retarder or GAF SA ) 1452 | H
min. 2,500 psi structural DensDeck Prime
Vapor Retarder XL, self-adhered
concrete
Min. 22 ga., Type B, Grade . . . . .
Min. 0.625-inch DensDeck Prime or min. 0.5-inch . . . . .
33 steel; 6 ft s;ians, #12 SECUROCK Gypsum-Fiber Roof Board, loose-laid, Min. 1..5-|nch EnergyGuard Polyiso Ir?sulat|on, Energy(?uard UIFra Polyiso 1 per PVC-BA or PVC-BA-
S-549. HWH Teks 5, 6” o.c. or i Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch Note 2 -52.5
. X covered with GAF SA Vapor Retarder or GAF SA ; 1.6 ft2 H
min. 2,500 psi structural SECUROCK Gypsum-Fiber Roof Board
Vapor Retarder XL, self-adhered
concrete
EVERGUARD PVC / EVERGUARD PVC QUICK LAY ADHESIVE APPLICATIONS:
Min. 22 ga., Type B, Grade N2> Densl?eck e o O.5—|n'ch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso
S-550 33 steel or min. 2,500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, Insulation, EnergyGuard Polyiso-HD Composite Insulation, Ultra HD Note 2 1 per PvC-QL -45.0*
: structural conc;'et,e p covered with GAF SA Vapor Retarder or GAF SA c 't’ | F\i £ Y Guard RA P ! 2.0 ft2 ’
Vapor Retarder XL, self-adhered omposite Insulation or EnergyGuar
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TABLE 21: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1A: THERMAL BARRIER WITH VAPOR BARRIER, MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

$NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2H assemblies to a maximum design pressure of -82.5 psf. Note 1.
Insulation
ST BeEs Thermal Barrier / Vapor Barrier Fast h ey e AlEl
asten Attac
No. (Note 1) Type (Note 15) (psf)
e (Note 11) (Note 17)
Min. 22 ga., Type B, Grade Min. 0.625-inch Densl?eck Prime or min. O'S_m.Ch Min. 2-inch EnergyGuard Ultra Polyiso Insulation, EnergyGuard Polyiso-
$-551 33 steel or min. 2.500 bsi SECUROCK Gypsum-Fiber Roof Board, loose-laid, HD C ite Insulati Ultra HD C ite Insulati Note 2 1 per pvc-aL 45.0*
: structural conc.re*ée P covered with GAF SA Vapor Retarder or GAF SA £ orgpozl :Ansu ation, Litra OGRS, "1 aURE" 4.0 ft2 ’
Vapor Retarder XL, self-adhered nergyGuar
Min. 22 ga., Type B, Grade Min. 0.625-inch Densl?eck Prime or min. O.5—|n-ch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso
. N SECUROCK Gypsum-Fiber Roof Board, loose-laid, X . h \ 1 per *
S-552. 33 steel or min. 2,500 psi X Insulation, EnergyGuard RA, loose laid, loose laid, followed by min. 0.25- Note 2 PVC-QL -45.0
covered with GAF SA Vapor Retarder or GAF SA . . . 2.0 ft2
structural concrete inch DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board
Vapor Retarder XL, self-adhered
Min. 22 ga., Type B, Grade Min. 0.625-inch Densl?eck Prime or min. O.5—|n-ch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso
S-553 33 steel or min. 2,500 psi SECUROCK Gypsum-Fiber Roof Board, loose-aid, Insulation, EnergyGuard RA, loose laid, followed by min. 0.5-inch DensDeck Note 2 1 per PvC-QL -45.0*
: structural conc.re*ée P covered with GAF SA Vapor Retarder or GAF SA Prime ! &Y ! ! 4 o 3.2 ft2 ’
Vapor Retarder XL, self-adhered
Min. 22 ga., Type B, Grade Min. 0.625-inch Densl?eck Prime or min. O.5—|n-ch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso
S-554 33 steel or min. 2,500 psi SECUROCK Gypsum-Fiber Roof Board, loose-aid, Insulation, EnergyGuard RA, loose laid, followed by min. 0.625-inch Note 2 1 per PvC-QL -45.0*
: o P covered with GAF SA Vapor Retarder or GAF SA /SNerey ! ! Y min. £ 4.0 ft2 ’
structural concrete DensDeck Prime
Vapor Retarder XL, self-adhered
Min. 22 ga., Type B, Grade . . . R .
33 steel; 6 ft spans, #12 Min. 0.625-inch Densl?eck Prime or min. @ |n-ch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso
" SECUROCK Gypsum-Fiber Roof Board, loose-laid, A . . . 1 per
S-555. HWH Teks 5, 6” o.c. or i Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch Note 2 PVC-QL -52.5
) X covered with GAF SA Vapor Retarder or GAF SA . 1.45 ft2
min. 2,500 psi structural DensDeck Prime
Vapor Retarder XL, self-adhered
concrete
Min. 22 ga., Type B, Grade . . . R .
33 steel; 6 ft spans, #12 Min. 0.625-inch Densl?eck Fale or min. 0.5 |n-ch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso
" SECUROCK Gypsum-Fiber Roof Board, loose-laid, X . . . 1 per
S-556. HWH Teks 5, 6” o.c. or i Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch Note 2 PVC-QL -52.5
) X covered with GAF SA Vapor Retarder or GAF SA ) 1.6 ft2
min. 2,500 psi structural SECUROCK Gypsum-Fiber Roof Board
Vapor Retarder XL, self-adhered
concrete
PVC QuIck SPRAY ADHESIVE APPLICATIONS:
Min. 22 ga., Type B, Grade Min. Qliaich Denspeck PrIgR Or min. 0'5"n_Ch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso
5-557. | 33steelor min. 2,500 psi | SCCUROCK Gypsum-Fiber Roof Board, loose-laid, ', o\ io EnergyGuard Polyiso-HD Composite Insulation, Ultra HD Note 2 Leer | pyeas -45.0*
: structural conc.retle P covered with GAF SA Vapor Retarder or GAF SA C 7 | Igy_ £ Y Guard RA P ! 2.0 ft2 ’
Vapor Retarder XL omposite Insulation or EnergyGuari
Min. 22 ga., Type B, Grade R, 0% Qeh Denspeck frime Ny 0.5—|n.ch Min. 2-inch EnergyGuard Ultra Polyiso Insulation, EnergyGuard Polyiso-
5558 33 steel or min. 2.500 psi SECUROCK Gypsum-Fiber Roof Board, loose-laid, HD C ite Insulation. Ultra HD C ite Insulati Note 2 1 per pPVC-QS 45.0*
. T P covered with GAF SA Vapor Retarder or GAF SA omposite Insulation, Ultra omposite Insulation or 4.0 ft2 ’
structural concrete EnergyGuard RA
Vapor Retarder XL
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TABLE 21: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1A: THERMAL BARRIER WITH VAPOR BARRIER, MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

$NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2H assemblies to a maximum design pressure of -82.5 psf. Note 1.

Insulation
ST BeEs Thermal Barrier / Vapor Barrier Fast h ey e AlEl
asten Attac
No. (Note 1) Type (Note 15) (psf)
e (Note 11) (Note 17)
Min. 22 ga., Type B, Grade Min. 0.625-inch Densl?eck Prime or min. O.5—|n.ch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso
. R SECUROCK Gypsum-Fiber Roof Board, loose-laid, . . A . 1 per *
S-559. 33 steel or min. 2,500 psi X Insulation, EnergyGuard RA, loose laid, loose laid, followed by min. 0.25- Note 2 PVC-QS -45.0
covered with GAF SA Vapor Retarder or GAF SA . . 2.0 ft2
structural concrete inch DensDeck Prime
Vapor Retarder XL
Min. 22 ga., Type B, Grade Min. 0.625-inch Densl?eck Prime or min. O.5—|n-ch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso
S-560 33 steel or min. 2,500 psi SECUROCK Gypsum-Fiber Roof Board, loose-aid, Insulation, EnergyGuard RA, loose laid, followed by min. 0.5-inch DensDeck Note 2 1 per PVC-QS -45.0*
: - 420U P covered with GAF SA Vapor Retarder or GAF SA ; ! gy ! ! Y min- = 3.2 ft2 '
structural concrete Prime
Vapor Retarder XL
Min. 22 ga., Type B, Grade Min. 0.625-inch Densl?eck Prime or min. O.5—|n-ch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso
S-561 33 steel or min. 2,500 psi SECUROCK Gypsum-Fiber Roof Board, loose-aid, Insulation, EnergyGuard RA, loose laid, followed by min. 0.625-inch Note 2 1 per PVC-QS -45.0*
: o P covered with GAF SA Vapor Retarder or GAF SA  SIEIEY ! ! y min. & 4.0 ft2 ’
structural concrete DensDeck Prime
Vapor Retarder XL
Min. 22 ga., Type B, Grade Min. 0.625-inch Densl?eck Prime or min. O.5—|n-ch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso
S-562 33 steel or min. 2,500 psi SECUROCK Gypsum-Fiber Roof Board, loose-aid, Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch Note 2 1 per PVC-QS -52.5
: o P covered with GAF SA Vapor Retarder or GAF SA /SNerey ! ! y min. 2. 1.45 ft2 ’
structural concrete DensDeck Prime
Vapor Retarder XL
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN EVERGUARD WB181 BONDING ADHESIVE:
Min. 22 T B Grad Min. 0.625-inch DensDeck Prime or min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso
5563 33|2;teeli?.lmi\r/1pi Sborasie SECUROCK Gypsum-Fiber Roof Board, loose-laid, Insulation, EnergyGuard Ultra Polyiso Insulation, EnergyGuard Polyiso- Note 2 1 per PVCE-WB 45.0*
: T P covered with GAF SA Vapor Retarder or GAF SA HD Composite Insulation, Ultra HD Composite Insulation, EnergyGuard 2.0 ft2 ’
structural concrete
Vapor Retarder XL, self-adhered RA
Min. 22 ga., Type B, Grade Min. 0.625-inch Denspeck Fp'e o min. O'S-m_Ch Min. 2-inch EnergyGuard Ultra Polyiso Insulation, EnergyGuard Polyiso-
5-564. | 33 steelormin. 2,500 psi | o-CUROCK Gypsum-Fiber Roof Board, loose-laid, | ' ite Insulation, Ultra HD Composite Insulation, EnergyGuard | Note 2 1per | bycrwe -45.0*
. structural conc;“e’ée p covered with GAF SA Vapor Retarder or GAF SA RA omposite Insufation, a omposite Insufation, EnergyGuar 4.0 ft? ’
Vapor Retarder XL, self-adhered
Min. 22 ga., Type B, Grade Min. 0.625-incy Denspeck " O 0.5-|n.ch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso
. R SECUROCK Gypsum-Fiber Roof Board, loose-laid, . . . . 1 per
S-565. 33 steel or min. 2,500 psi . Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch Note 2 PVCF-WB -45.0*
covered with GAF SA Vapor Retarder or GAF SA . . 2.0 ft2
structural concrete DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board
Vapor Retarder XL, self-adhered
in. 0.625-i D i in. 0.5-i . . . . .
Min. 22 ga., Type B, Grade Min.\gg25-inch ensl?eck PrimgQr min. Qg2 |n.ch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso
S-566 33 steel or min. 2,500 psi SECURRRK Gypsum- Ry Roof Biggrd, Jg@eghlaid, Insulation, EnergyGuard RA, loose laid, followed by min. 0.5-inch DensDeck Note 2 L per PVCF-WB -45.0*
: structural conc;'et,e P covered with GAF SA Vapor Retarder or GAF SA Prime ! gy ! ’ v o 3.2 ft2 ’
Vapor Retarder XL, self-adhered
in. 0. -i D i in. 0.5-i . . . . .
Min. 22 ga., Type B, Grade Min. Qg S-inch Dens. eck Piige or min. 0.5 |n.ch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso
. . SECUROCK Gypsum-Fiber Roof Board, loose-laid, | . K . 1 per
S-567. 33 steel or min. 2,500 psi X Insulation, EnergyGuard RA, loose laid, followed by min. 0.625-inch Note 2 PVCF-WB -45.0*
covered with GAF SA Vapor Retarder or GAF SA . 4.0 ft2
structural concrete DensDeck Prime
Vapor Retarder XL, self-adhered
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TABLE 21: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1A: THERMAL BARRIER WITH VAPOR BARRIER, MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

$NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2H assemblies to a maximum design pressure of -82.5 psf. Note 1.

Insulation
ST BeEs Thermal Barrier / Vapor Barrier Fast A h ey e AlEl
asten ttac
No. Note 1 Type Note 15 sf
{Note1) P (Note 11) (Note 17) Dot 15) psf)
Min. 22 ga., Type B, Grade Min. 0.625-inch Densl?eck Prime or min. 0.5—|n.ch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso
S-568 33 steel or min. 2,500 psi SECUROCK Gypsum-Fiber Roof Board, loose-aid, Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch Note 2 1 per PVCF-WB -52.5
: o P covered with GAF SA Vapor Retarder or GAF SA ) ENETEY ! ! Y min-7 1.45 ft2 ’
structural concrete DensDeck Prime
Vapor Retarder XL, self-adhered
Min. 22 ga., Type B, Grade . ) . . .
33 steel; 6 ft spans, #12 Min. 0.625-inch Densl?eck Prime or min. 0.5 |n-ch Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso
" SECUROCK Gypsum-Fiber Roof Board, loose-laid, A . . X 1 per
S-569. HWH Teks 5, 6” o.c. or X Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch Note 2 PVCF-WB -52.5
K X covered with GAF SA Vapor Retarder or GAF SA ) 1.6 ft2
min. 2,500 psi structural SECUROCK Gypsum-Fiber Roof Board
Vapor Retarder XL, self-adhered
concrete
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN LRF ADHESIVE M OR LRF ADHESIVE O:
Min. 22 ga., Type B, Grade Min. 0.625-inch Denspeck Prime or min. O.S-m.ch Min. 1.5-inch EnergyGuard Ultra Polyiso Insulation, EnergyGuard PVCF-LM (12-inch
. R SECUROCK Gypsum-Fiber Roof Board, loose-laid, . . . . . 1 per "
S-570. 33 steel or min. 2,500 psi ) Polyiso-HD Composite Insulation, Ultra HD Composite Insulation, Note 2 o0.c.) or PVCF-LO -45.0
structural concrete covered with GAF SA Vapor Retarder or GAF SA £ Gliard RA 2.9 ft2 (12-inch o0.c.)
Vapor Retarder XL, self-adhered nergyGuar e
. Min. 0.625-inch DensDeck Prime or min. 0.5-inch . . . . .
Min. 22 ga., Type B, Grac!e SECUROCK Gypsum-Fiber Roof Board, loose-laid, Min. 1..5-|nch EnergyGuard Polyiso IrTsuIat|on, Energyguard UIFra Polyiso 1 per PVCF-LO (12-inch
S-571. 33 steel or min. 2,500 psi . Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch Note 2 -45.0*
covered with GAF SA Vapor Retarder or GAF SA . . 2.0 ft2 o.c.)
structural concrete DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board
Vapor Retarder XL, self-adhered
. Min. 0.625-inch DensDeck Prime or min. 0.5-inch . . . . .
Min. 22 ga., Type B, Grac!e SECUROCK Gypsum-Fiber Roof Board, loose-laid, Min. 1..5-|nch EnergyGuard Polyiso Ir?sulatlon, Enernguard UIFra Polyiso 1 per PVCF-LM (12-inch
S-572. 33 steel or min. 2,500 psi . Insulation, EnergyGuard RA, loose laid, followed by min. 0.25-inch Note 2 -45.0*
covered with GAF SA Vapor Retarder or GAF SA . 2.0 ft2 o.c.)
structural concrete SECUROCK Gypsum-Fiber Roof Board
Vapor Retarder XL, self-adhered
Min. 22 ga., Type B, Grade . . . . .
33 steel; 6 ft spans, #12 ’Svllzlguﬁg(z:i-gm Den;l;:aeckRPrng or g“ln O'S'Im_Zh Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso 1 PVCF-LM (12-inch
S-573. HWH Teks 5, 6” o.c. or . P e 0O D Insulation, EnergyGuard Polyiso-HD Composite Insulation or Ultra HD Note 2 per o.c.) or PVCF-LO -60.0
min. 2.500 psi structural covered with GAF SA Vapor Retarder or GAF SA C ite Insulati 1.3 ft? (12-inch o.c.)
cont.:re‘te P Vapor Retarder XL, self-adhered omposite Insufation, o

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ
GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411

TOP OF PAGE

PEER-GAF-008.B.R52 for FL3443-R63 (HVHZ)
Revision 52: 08/17/2026
Appendix 1, Page 101 of 168



TABLE 2;: STEEL DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-2: MECHANICALLY ATTACHED INSULATION, INDUCTION WELDED ROOF COVER

$ NOTE: As-tested steel deck performance under TAS 114, Appendix J indicates steel deck at max. 6 ft spans attached with 5/8” diameter puddle welds spaced 6” o.c. may be substituted for #12 HWH Teks 5 screws in
the Table 2| ssemblies up to a maximum design pressure of -67.5 psf. Note 1.
System Deck# Insulation Layer Attachment MDP
Y ec sulation Laye - Roof Cover (Note 15B)
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
Drill-Tec #15 DF Fastener, Drill-Tec #15 EHD Fastener or
$-574 Min. 22 ga., Type B, One or more layers, Drill-Tec XHD Fastener with Drill-Tec RhinoBond PVC XHD 1 per 5.3 ft? (6 parts per 4 x 8 ft board) EverGuard PVC or EverGuard PVC KEE 45.0%
: Grade 33 steel any combination Plate, Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener with (Note 17) induction welded. !
Drill-Tec RhinoBond PVC XHD Tread Safe Plate
Min. 22 ga., Type B, Drill-Tec #15 DF Fastener, Drill-Tec #15 EHD Fastener or
5575 Grade 80 steel; 6 ft One or more layers, Drill-Tec XHD Fastener with Drill-Tec RhinoBond PVC XHD 24 x 48 inch erid EverGuard PVC or EverGuard PVC KEE 450
' spans, #12 HWH any combination Plate, Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener with 8 induction welded. ’
Teks 5, 6” o.c. Drill-Tec RhinoBond PVC XHD Tread Safe Plate
Min. 22 ga., Type B,
$-576. Grade 33steel; 6ft | Oneormorelayers, | o o cyin and Drill-Tec RhinoBond PVC XHD Plate 24 x 24 inch grid EverGuard PVC or EverGuard PVC KEE -60.0
span, #12 HWH Teks any combination induction welded.
5,6” o.c.
Min. 22 ga., Type B, Drill-Tec #15 DF Fastener, Drill-Tec #15 EHD Fastener or
5577 Grade 33 steel; 6 ft One or more layers, Drill-Tec XHD Fastener with Drill-Tec RhinoBond PVC XHD 24 x 24 inch arid EverGuard PVC or EverGuard PVC KEE 60.0
' span, #12 HWH Teks any combination Plate, Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener with 8 induction welded. ’
5,6” o.c. Drill-Tec RhinoBond PVC XHD Tread Safe Plate
Min. 22 ga., Type B Drill-Tec #15 DF Fastener, Drill-Tec #15 EHD Fastener or
5578 Grade 80 steel, #12 Oneor m?re I.ayers, Drill-Tec ?(HD Fastener with Dr|II—Tec RhinoBond PVC XHI? 24 % 24 inch grid FverGgard PVC or EverGuard PVC KEE 675
HWH Teks 5. 6” o.c any combination Plate, Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener with induction welded.
! - Drill-Tec RhinoBond PVC XHD Tread Safe Plate
Min. 22 ga., Type B, Drill-Tec #15 DF Fastener, Drill-Tec #15 EHD Fastener or
5579 Grade 33 steel; 6 ft One or more layers, Drill-Tec XHD Fastener with Drill-Tec RhinoBond PVC XHD 16 x 24 inch erid EverGuard PVC or EverGuard PVC KEE 825
. span, #12 HWH Teks any combination Plate, Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener with 8 induction welded. ’
5,6” o.c. Drill-Tec RhinoBond PVC XHD Tread Safe Plate
18 x 24 inch staggered grid
Min. 22 ga., Type B, Drill-Tec #15 DF Fastener, Drill-Tec #15 EHD Fastener or ? ?
$-580 Grade 40 steel; 6 ft One or more layers, Drill-Tec XHD Fastener with Drill-Tec RhinoBond PVC XHD ® F—a EverGuard PVC or EverGuard PVC KEE 825
: span; 5/8” puddle any combination Plate, Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener with induction welded. ’
welds, 6” o.c. Drill-Tec RhinoBond PVC XHD Tread Safe Plate kS @
Min. 22 ga., Type B, imor mo hvers Drill-Tec #15 DF Fastener, Drill-Tec #15 EHD Fastener or
5581 Grade 60 steel; 6 ft an combinatio»; ’ Drill-Tec XHD Fastener with Drill-Tec RhinoBond PVC XHD 18 x 16 inch erid. stageered 6-inch EverGuard PVC or EverGuard PVC KEE 105.0
. span, 5/8” puddle mi\r: 2-inch ! Plate, Drill-Tec PVC IW Plate or Drill-Tec XHD Fastener with grid, stagg induction welded. ’
welds, 6” o.c. ’ Drill-Tec RhinoBond PVC XHD Tread Safe Plate
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TABLE 2k: STEEL DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE D-1: MECHANICALLY ATTACHED ROOF COVER

NEmoO | etc.e

System Insulation (Note 13, Note 17) Separator Sheet Roof Cover (Note 15A) MDP
Deck (Note 1) R
No. Type Attach (Optional) Membrane | Fastener (Note 11) Attachment (psf)
EVERGUARD PVC OR EVERGUARD PVC KEE:
. Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 6-inch o.c. within
Min. 22 ga., Type B, One or more ) EverGuz?rd Polymat EverGuard PVC | with Drill-Tec 2-3/8 in. Barbed XHD Plate, Drill-Tec minimum 6-inch wide
Grade 80 steel; 6 ft layers, any Prelim. Separation Layer (3 . ” .
S-582. spans. #12 HWH Teks combination attach 02/yd2) or Cushionin or EverGuard Eyehook AccuSeam Plate, Drill-Tec 2.4” Barbed Seam laps spaced maximum -45.0
5p6" (’) c min. 1.5 inch, La Zr (6 0z/yd2) g PVC KEE Plate or Drill-Tec 2.4” Scoop Seam Plate or Drill-Tec #15 114-inch o.c. and sealed
! o T 4 v DF Fastener with Drill-Tec 2-3/8” DF Barbed Seam Plate with a 1.5-inch heat weld
Min. 22 ga., Type B, One or more EverGuard Polymat Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 12.—|T1ch 0-C. ‘.Nlthm.
. . EverGuard PVC . X . . minimum 6-inch wide
Grade 33 steel; 6 ft layers, any Prelim. Separation Layer (3 with Drill-Tec 2 in. Double Barbed XHD Plate, Drill-Tec 2- .
S-583. S L or EverGuard . A laps spaced 54-inch o.c. -45.0
span, #12 HWH Teks 5, | combination, attach 0z/yd2) or Cushioning 3/8 in. Barbed XHD Plate, Drill-Tec Eyehook AccuSeam .
" . . PVC KEE i s and sealed with a 1.5-
6” o.c. min. 1.5-inch Layer (6 oz/yd2) Plate, Drill-Tec 2.4” Scoop Seam Plate .
inch heat weld
. Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 12-inch o.c. within
Min. 22 ga., Type B, One or more . EverGuérd Polymat EverGuard PVC | with Drill-Tec 2-3/8 in. Barbed XHD Plate, Drill-Tec minimum 6-inch wide
Grade 33 steel; 6 ft layers, any Prelim. Separation Layer (3 . ” .
S-584. span, 5/8” puddle combination attach 02/yd2) or Cushionin or EverGuard Eyehook AccuSeam Plate, Drill-Tec 2.4” Barbed Seam laps spaced maximum -52.5
\A?eld; 6 opc min. 1-inch ! La Zr (6 0z/yd2) g PVC KEE Plate or Drill-Tec 2.4” Scoop Seam Plate or Drill-Tec #15 | 54-inch o.c. and sealed
’ o ! Y Y DF Fastener with Drill-Tec 2-3/8” DF Barbed Seam Plate with a 1.5-inch heat weld
Min. 22 ga., Type B, One or more EverGuard Polymat Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener B-Pth 0-C wlthm .
) ) EverGuard PVC . . . . minimum 6-inch wide
5-585 Grade 33 steel; 6 ft layers, any Prelim. Separation Layer (3 or EverGuard with Drill-Tec 2 in. Double Barbed XHD Plate, Drill-Tec 2- lans spaced 114-inch o.c 525
: span, #12 HWH Teks 5, | combination, attach 0z/yd2) or Cushioning 3/8 in. Barbed XHD Plate, Drill-Tec Eyehook AccuSeam ps sp . - '
” . . PVC KEE . ) and sealed with a 1.5-
6” o.c. min. 1.5-inch Layer (6 oz/yd2) Plate, Drill-Tec 2.4” Scoop Seam Plate .
inch heat weld
Min. 22 ga., Type B, One or more EverGuard Polymat Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 6-.|th oc W.Ithm .
) ) EverGuard PVC ) . . . minimum 6-inch wide
5586 Grade 80 steel; 5 ft layers, any Prelim. Separation Layer (3 or EverGuard with Drill-Tec 2 in. Double Barbed XHD Plate, Drill-Tec 2- laps spaced 114-inch o.c 525
’ span, #12 HWH Teks 5, | combination, attach 0z/yd2) or Cushioning 3/8 in. Barbed XHD Plate, Drill-Tec Eyehook AccuSeam ps sp ) o ’
” . X PVC KEE . ,, and sealed with a 1.5-
6” o.c. min. 1.5-inch Layer (6 oz/yd2) Plate, Drill-Tec 2.4” Scoop Seam Plate .
inch heat weld
Min. 20 ga., Type B, One or more EverGuard Polymat EverGuard PVC Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 6m-il:ic:13r.1:.6\,—vi::1nwide
5587 Grade 80 steel; 6 ft layers, any Prelim. Separation Layer (3 or EverGuard with Drill-Tec 2 in. Double Barbed XHD Plate, Drill-Tec 2- laps spaced 114-inch o.c 525
: span, #12 HWH Teks 5, | combination, attach 0z/yd2) or Cushioning 3/8 in. Barbed XHD Plate, Drill-Tec Eyehook AccuSeam ps sp . - ’
” . . PVC KEE . " and sealed with a 1.5-
6” o.c. min. 1.5-inch Layer (6 oz/yd2) Plate, Drill-Tec 2.4” Scoop Seam Plate .
inch heat weld
Min. 18 ga., Type B, One or more EverGuard Polymat EverGuard PVC Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener i;il:ic;:r:r:.g-vilrt\:;\nwide
Grade 33 steel; 4.5 ft layers, any Prelim. Separation Layer (3 with Drill-Tec 2 in. Double Barbed XHD Plate, Drill-Tec 2- .
S-588. L L or EverGuard R . laps spaced 114-inch o.c. -52.5
span, #12 HWH Teks 5, combination, attach oz/yd2) or Cushioning 3/8 in. Barbed XHD Plate, Drill-Tec Eyehook AccuSeam .
” . . PVC KEE . W and sealed with a 1.5-
6” o.c. min. 1.5-inch Layer (6 oz/yd2) Plate, Drill-Tec 2.4” Scoop Seam Plate inch heat weld
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TABLE 2k: STEEL DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE D-1: MECHANICALLY ATTACHED ROOF COVER

NEmoO | etc.e

System Insulation (Note 13, Note 17) Separator Sheet Roof Cover (Note 15A MDP
Deck (Note 1) .
No. Type Attach (Optional) Membrane Fastener (Note 11) Attachment (psf)
Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 6-inch o.c. within
Min. 22 ga., T B (6] EverGuard Pol t
in. 22 ga., Type B, ne ormore , versuard Folyma EverGuard PVC | with Drill-Tec 2-3/8 in. Barbed XHD Plate, Drill-Tec minimum 6-inch wide
Grade 33 steel; 6 ft layers, any Prelim. Separation Layer (3 . ” .
S-589. . Lo L or EverGuard Eyehook AccuSeam Plate, Drill-Tec 2.4” Barbed Seam laps spaced maximum -60.0
span, #12-14 x 7/8 in combination, attach oz/yd2) or Cushioning . " . .
” ) . PVC KEE Plate or Drill-Tec 2.4” Scoop Seam Plate or Drill-Tec #15 | 54-inch o.c. and sealed
HWH screws, 6” o.c. min. 1-inch Layer (6 oz/yd2) . . ” . .
DF Fastener with Drill-Tec 2-3/8” DF Barbed Seam Plate with a 1.5-inch heat weld
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK:
) New or Re-Roof: Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 6-inch o.c. within
Min. 22 ga., Type B, One or more IAayerS’ ) EverGuard Pyg with Drill-Tec 2-3/8 in. Barbed XHD Plate, Drill-Tec minimum 6-inch wide
Grade 80 steel; 6 ft any combination, Prelim. Fleeceback or X ” .
S-590. ) - N/A Eyehook AccuSeam Plate, Drill-Tec 2.4” Barbed Seam laps spaced maximum -45.0
spans, #12 HWH Teks min. 1.5-inch attach EverGuard PVC X ” A )
5 6" o Recover: (Optional) KEE Fleeceback Plate or Drill-Tec 2.4” Scoop Seam Plate or Drill-Tec #15 | 114-inch o.c. and sealed
! e Note 13' DF Fastener with Drill-Tec 2-3/8” DF Barbed Seam Plate with a 1.5-inch heat weld
) New or Re-Roof: Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 12-inch o.c. within
Min. 22 ga., Type B, One or more I_ayers’ . BgerGuard PVC with Drill-Tec 2-3/8 in. Barbed XHD Plate, Drill-Tec minimum 6-inch wide
Grade 33 steel; 6 ft any combination, Prelim. Fleeceback or . ,, .
S-591. ” h - N/A Eyehook AccuSeam Plate, Drill-Tec 2.4” Barbed Seam laps spaced maximum -52.5
span, 5/8” puddle min. 1.5-inch attach EverGuard PVC ) ” A )
welds. 6” o.c Recover: (Optional) KEE Fleeceback Plate or Drill-Tec 2.4” Scoop Seam Plate or Drill-Tec #15 | 54-inch o.c. and sealed
’ o Note 13 DF Fastener with Drill-Tec 2-3/8” DF Barbed Seam Plate with a 1.5-inch heat weld
) New or Re-Roof: Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener 6-inch o.c. within
Min. 22 ga., Type B, One or more IAayerS' . preraugd PVC with Drill-Tec 2-3/8 in. Barbed XHD Plate, Drill-Tec minimum 6-inch wide
Grade 33 steel; 6 ft any combination, Prelim. Fleeceback or . ” .
S-592. . . - N/A Eyehook AccuSeam Plate, Drill-Tec 2.4” Barbed Seam laps spaced maximum -60.0
span, #12-14 x 7/8 in min. 1.5-inch attach EverGuard PVC X ” . .
HWH screws. 6” o.c Recover: (Optional) KEE Fleecaback Plate or Drill-Tec 2.4” Scoop Seam Plate or Drill-Tec #15 | 54-inch o.c. and sealed
! e Note 13 DF Fastener with Drill-Tec 2-3/8” DF Barbed Seam Plate with a 1.5-inch heat weld
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NEmoO | etc.e
TABLE 3a: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15) P
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
EVERGUARD PVC OR EVERGUARD PVC KEE / EVERGUARD #2331 BONDING ADHESIVE:
Structural . . (Optional) Min. 0.25-inch DensDeck Prime or DEXcell
C-1. concrete Min. 1.5-inch EnergyGuard RA hot asphalt FA Glass Mat Roof Board hot asphalt PVC-BA or PVC-BA-H -45.0
ca. Structural One or.more layer(s), min. 0.5-inch EnergyGuard Polyiso LRE-M Min. 0..5-|nch Structodek High Den§|ty Fiberboard Roof LRE-M PVC-BA or PVC-BA-H 825
concrete Insulation, EnergyGuard Ultra Insulation or EnergyGuard HD Polyiso Cover Board
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
C-3. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-M Min. 0.7 Q&0 EnergyGuarq HD Polyiso Cover Board or LRF-M PVC-BA or PVC-BA-H -97.5
concrete . EnergyGuard HD Plus Polyiso Cover Board
Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso Y . :
| Min. 0.25-inch SECUROCK Ultraligh lass-M
c-4. structural 1 lation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-M in. 0.25-inch SECUROCK Ultralight Coated Glass-Mat | | o\ PVC-BA or PVC-BA-H -165.0
concrete ) Roof Board
Insulation
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . . .
c-s. Structural | | ico Insulation, EnergyGuard RA or EnergyGuard Ultra LRF-M Min. 1.5-inch EnergyGuard Polyiso-HD Composite LRF-M PVC-BA or PVC-BA-H -165.0
concrete . ) Insulation
Polyiso Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-6. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-M Min. 1.5-inch Ultra HD Composite Insulation LRF-M PVC-BA or PVC-BA-H -180.0
Insulation
Structural . . . . . . . . .
C-7. concrete (Optional) Min. 0.5-inch EnergyGuard Ultra Polyiso Insulation LRF-M Min. 1.5-inch Ultra HD Composite Insulation LRF-M PVC-BA or PVC-BA-H -187.5
Structural One or more layer(s), min. 1.5-inch EnergyGuard Polyiso @M. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat
c-8 _ yeris), min. . gy Y LRF-M Roof Board or SECUROCK Gypsum-Fiber Roof Board or | LRF-M PVC-BA or PVC-BA-H 2325
concrete Insulation, EnergyGuard Ultra . . .
min. 0.5-inch EnergyGuard HD Polyiso Cover Board
-9 Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRE-M None N/A PVC-BA or PVC-BA-H 2925
concrete Insulation, EnergyGuard Ultra
c-10. Structural Min. 0.5-inch SECUROCK Ultralight Coated Glass-Mat Roof !.RF-M, 6- None N/A PVC-BA or PVC-BA-H -405.0
concrete Board inch o.c.
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
C-11. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-.M Min. 0.5-inch EnergyGuarq HD Polyiso Cover Board or LRF-.M PVC-BA or PVC-BA-H -97.5
concrete . Canister EnergyGuard HD Plus Polyiso Cover Board Canister
Insulation
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . . .
LRF- .1.5- E -HD LRF-
C-12. Structural Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra RF.M Min .5 inch EnergyGuard Polyiso-HD Composite RF.M PVC-BA or PVC-BA-H -165.0
concrete . . Canister Insulation Canister
Polyiso Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . .
Structural . K LRF-M (Optional) Min. 0.25-inch DensDeck Prime or LRF-M
-13. | lation, E Guard RA or E Guard Ultra Pol . . . -B -BA- -180.
c13 concrete nsu'a !on nergysuay or Energybuan rarolyiso Canister SECUROCK Gypsum-Fiber Roof Board Canister PVC-BA or PVC-BA-H 80.0
Insulation
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15) -
No. (Note 1) Type Type jgsf[
(Notes 6,7,8) (Notes 6,7,8)
c-14. Structural One or.more layer(s). min. 1.5-inch EnergyGuard Polyiso LRF-_M Min. 0.25-.|nch DensDeck Prime or SECUROCK LRF-.M PVC-BA or PVC-BA-H 9325
concrete Insulation, EnergyGuard RA Canister Gypsum-Fiber Roof Board Canister
C-15. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRF—.M None N/A PVC-BA or PVC-BA-H 2475
concrete Insulation Canister
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . )
C-16. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-XF Min. Qginch EnergyGuarc.I HD PO Qe Board o LRF-XF PVC-BA or PVC-BA-H -90.0
concrete . EnergyGuard HD Plus Polyiso Cover Board
Insulation
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard R R . .
| . . Min. 1.5-inch E Pol -HD
caz. | Structural b oviso Insulation, EnergyGuard RA or EnergyGuard Ultra LRF-XF in. 1.5-inch EnergyGuard Polyiso-HD Composite LRF-XF PVC-BA or PVC-BA-H -165.0
concrete . ) Insulation
Polyiso Insulation
(Optional) Min. 0.25-inch DensDeck Prime, DEXcell FA
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso Glass Mat Roof Board or SECUROCK Gypsum-Fiber
C-18. Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-XF Roof Board or min. 1.5-inch Ultra HD Composite LRF-XF PVC-BA or PVC-BA-H -180.0
concrete ) ) . ; .
Insulation Insulation or min. 0.5-inch EnergyGuard HD Polyiso
Cover Board
Structural . . . . . R . . .
C-19. concrete (Optional) Min. 0.5-inch EnergyGuard Ultra Polyiso Insulation LRF-XF Min. 1.5-inch Ultra HD Composite Insulation LRF-XF PVC-BA or PVC-BA-H -187.5
(Optional) Min. 0.25-inch DensDeck Prime, DEXcell FA
Structural One or more layer(s), min. 1.5-inch EnergyGuard Polyiso Glass Mat Roof Board or SECUROCK Gypsum-Fiber
-20. . LRF-XF . . . LRF-XF PVC-BA or PVC-BA-H -232.
c20 concrete Insulation, EnergyGuard Ultra Roof Board or min. 0.5-inch EnergyGuard HD Polyiso ¢ orPve 325
Cover Board
Structural Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board
C-21. Min. 2-inch EnergyGuard RA LRF-XF or DEXcell FA Glass Mat Roof Board or min. 0.5-inch LRF-XF PVC-BA or PVC-BA-H -247.5
concrete A
EnergyGuard HD Polyiso Cover Board
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . I
c22. | Stuctural | lation, EnergyGuard RA B EnergyGuard Ultraolyiso 0B500 Min. 0.5-inch Structodek High Density Fiberboard Roof | 55y, PVC-BA -82.5
concrete ) Insulation
Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
.0.5- E D B
C-23. Structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso 0OB500 Min. 0.5-inch nergyGuarc? HD Polyiso Cover Board or OB500 PVC-BA or PVC-BA-H -97.5
concrete . EnergyGuard HD Plus Polyiso Cover Board
Insulation
Structural Min. 0.25-inch DensDeck, DensDeck Prime or DEXcell
C-24. Min. 2-inch, min. 2.0 pcf, Insulfoam Roofing EPS 0OB500 FA Glass Mat Roof Board or min. 0.5-inch EnergyGuard | OB500 PVC-BA or PVC-BA-H -120.0
concrete ;
HD Polyiso Cover Board
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
.0.25- E -
C-25. Structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso 0OB500 Min. 0.25-inch SECUROCK Ultralight Coated Glass-Mat OB500 PVC-BA or PVC-BA-H -165.0
concrete Insulation Roof Board
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15) -
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . \ .
C-26. Structural Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra 0OB500 Min. 1..5-|nch EnergyGuard Polyiso-HD Composite OB500 PVC-BA or PVC-BA-H -165.0
concrete . ) Insulation
Polyiso Insulation
(Optional) Min. 0.25-inch DensDeck Prime, DEXcell FA
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso Glass Mat Roof Board or SECUROCK Gypsum-Fiber
C-27. Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso 0OB500 Roof Board or min. 0.5-inch EnergyGuard HD Polyiso 0OB500 PVC-BA or PVC-BA-H -180.0
concrete ) . . .
Insulation Cover Board or Min. 1.5-inch Ultra HD Composite
Insulation
|
C-28. i;?;::t? (Optional) Min. 0.5-inch EnergyGuard Ultra Polyiso Insulation 0OB500 Min. 1.5-inch Ultra HD Composite Insulation OB500 PVC-BA or PVC-BA-H -187.5
Structural One or more layer(s), min. 1.5-inch EnergyGuard Polyiso Min. 0.25-inch DensD@ Prime, DEXcell FA Glass Mat
C-29. . v ! - gy ¥ 0OB500 Roof Board or SECUROCK Gypsum-Fiber Roof Board or | OB500 PVC-BA or PVC-BA-H -232.5
concrete Insulation, EnergyGuard Ultra . . .
min. 0.5-inch EnergyGuard HD Polyiso Cover Board
Structural Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat
C-30. One or more layer(s), min. 1.5-inch EnergyGuard RA OB500 Roof Board or SECUROCK Gypsum-Fiber Roof Board or | OB500 PVC-BA or PVC-BA-H -240.0
concrete ; . )
min. 0.5-inch EnergyGuard HD Polyiso Cover Board
Structural Min. 0.25-inch DEXcell FA Glass Mat Roof Board or
C-31. Min. 2-inch EnergyGuard RA OB500 SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch OB500 PVC-BA or PVC-BA-H -247.5
concrete A
EnergyGuard HD Polyiso Cover Board
c-32. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso 0B500 None N/A PVC-BA or PVC-BA-H 2925
concrete Insulation, EnergyGuard Ultra
c-33. Structural Min. 1.5—|r1ch EnergyGuard Polyiso Insulation or EnergyGuard 0B500 None N/A PVC-BA or PVC-BA-H 3975
concrete Ultra Polyiso Insulation
c-3a. Structural Min. 0.5-inch SECUROCK Ultralight Coated Glass-Mat Roof QBSOO, 6- None N/A PVC-BA or PVC-BA-H -405.0
concrete Board inch o.c.
Structural . . N X
C-35. concrete Min. 1-inch EnergyGuard Polyiso Insulation, EnergyGuard RA 0OB500 None N/A PVC-BA or PVC-BA-H -502.5
EVERGUARD PVC / EVERGUARD PVC QUICK LAY ADHESIVE:
Structural . . . . . .
C-36. concrete Min. 1.5-inch EnergyGuard RA hot asphalt (Optional) Min. 0.25-inch DensDeck Prime hot asphalt PVC-QL -45.0
in. 0.5-i E D i B
Structural | "¢ OTmOre layerfs), min. i inch EncgyGuard Polyso Eorgyuard HO s Py Cover aoard or min. 15
C-37. Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-M . gy ) v ; . LRF-M PVC-QL -97.5
concrete . inch EnergyGuard Polyiso-HD Composite Insulation or
Insulation ; )
Ultra HD Composite Insulation
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15) -
No. (Note 1) Type Type jgsf[
(Notes 6,7,8) (Notes 6,7,8)
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard R . \ .
C-38. Structural Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra LRF-M Min. 1..5-|nch EnergyGuard Polyiso-HD Composite LRF-M PVC-QL -165.0
concrete . ) Insulation
Polyiso Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso (Optional) Min. 0.25-inch DensDeck Prime or
C-39. Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-M SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch LRF-M PVC-QL -180.0
concrete ) >
Insulation EnergyGuard HD Polyiso Cover Board
Min. 0.25-inch DensDeck Prime or SECUROCK
| | in. 1.5-inch E Polyi . ) ;
c-40. i::cc::t': a’;;gtrig;°r§n::’erg; :;";Jltr: inch EnergyGuard Polyiso LRF-M Gypsum-Fiber Roof Board or min. 0.5-inch LRF-M pvC-QL -2325
! gy EnergyGuard HD Polyiso Cover Board
c.a1. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRE-M None N/A pvC-QL 2925
concrete Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
| . . LRF-M Min. 0.5-inch E HD Pol B LRF-M
C-42. Structura Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso < in. 0.5-inc nergyGuarc.l olyiso Cover Board or . PVC-QL -97.5
concrete . Canister EnergyGuard HD Plus Polyiso Cover Board Canister
Insulation
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard X . . .
C-43. structural Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra LRF.M Min. 1'.5 inch EnergyGuard Polyiso-HD Composite LRF.M PVC-QL -165.0
concrete . . Canister Insulation Canister
Polyiso Insulation
C-aa Structural One or more layer(s), min. 1.5-inch EnergyGuard Polyiso LRF-M Min. 0.25-inch DensDeck Prime or SECUROCK LRF-M pvC-QL 2325
’ concrete Insulation, EnergyGuard RA Canister Gypsum-Fiber Roof Board Canister ’
C.a5. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRF-.M None N/A pvC-QL 2475
concrete Insulation Canister
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or
C-46. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-XF EnergyGuard HD Plus Polyiso Cover Board or min. 1.5- LRF-XF PVC-QL -90.0
Insulation inch Ultra HD Composite Insulation
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . . .
| Min. 1.5-inch E Pol -HD
C-47. structura Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra LRF-XF n .5 inch EnergyGuard Polyiso Composite LRF-XF PVC-QL -165.0
concrete . ) Insulation
Polyiso Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso (Optional) Min. 0.25-inch DensDeck Prime or
C-48. Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-XF SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch LRF-XF PVC-QL -180.0
concrete ) )
Insulation EnergyGuard HD Polyiso Cover Board
. . . (Optional) Min. 0.25-inch DensDeck Prime or
.1.5- E . . .
Ga9. | Structural | One orgfore laySels), mig inch EnSggy Guai@Polyisa LRF-XF SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch | LRF-XF pvC-aL 2325
concrete Insulation, EnergyGuard Ultra X
EnergyGuard HD Polyiso Cover Board
Structural . . Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board
C-50. Min. 2-inch E Guard RA LRF-XF LRF-XF PVC-QL -247.5
concrete n. £-Inch EnergyLuar or min. 0.5-inch EnergyGuard HD Polyiso Cover Board Q
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15) -
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
cs1. | Stuetural i 1 Sinch, min. 2.0 pef, Insulfoam Roofing EPS 0B500 Min. 0.25-inch DensDeck PrifR@or miagggfch OB500 pPvC-QL 45.0
concrete EnergyGuard HD Polyiso Cover Board
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-52. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso OB500 Min. 1.5-inch Ultra HD Composite Insulation OB500 PVC-QL -90.0
Insulation
3, | Stuctural i 5 inch, min. 2.0 pef, Insulfoam Roofing EPS 0B500 Min. &@Riinch DensTGag Prime OT G IQInch 0B500 pvc-QL -120.0
concrete EnergyGuard HD Polyiso Cover Board
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard R R . .
| . . Min. 1.5-inch E Pol -HD
csa, | Structural b oiso Insulation, EnergyGuard RA or EnergyGuard Ultra 0B500 in. 1.5-inch EnergyGuard Polyiso-HD Composite 0B500 pvC-QL -165.0
concrete . ) Insulation
Polyiso Insulation
i 1) Min. 0.25-inch DensDeck Pri
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso (sgzﬂcr)zr:& GIn s?JmS-Flir;)cer R(e;?ni Bf)fard 2?1:11?: 0.5-inch
C-55. Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso OB500 P . o 0OB500 PVC-QL -180.0
concrete . EnergyGuard HD Polyiso Cover Board or EnergyGuard
Insulation i
HD Plus Polyiso Cover Board
C-56. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso 0B500 Min. 0.25-inch DensD'eck Prime or min. 0.5-inch 0B500 pvC-QL 2325
concrete Insulation, EnergyGuard Ultra EnergyGuard HD Polyiso Cover Board
Structural Min. 0.25-inch DensDeck Prime or SECUROCK
C-57. One or more layer(s), min. 1.5-inch EnergyGuard RA OB500 Gypsum-Fiber Roof Board or min. 0.5-inch OB500 PVC-QL -240.0
concrete )
EnergyGuard HD Polyiso Cover Board
Structural . . . . .
C-58. concrete Min. 2-inch EnergyGuard RA OB500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board OB500 PVC-QL -247.5
C-59. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso OB500 None N/A pvC-QL 2925
concrete Insulation
. . . Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board
C-60. structural (Opt.|ona|) One. or more layer(s), min. 1.5-|.nch EnergyGuard 0OB500 or min. 0.5-inch EnergyGuard HD Polyiso Cover Board 0OB500 PVC-QL -270.0
concrete Polyiso Insulation, EnergyGuard Ultra Polyiso Insulation )
or EnergyGuard HD Plus Polyiso Cover Board
Structural . . . '
C-61. concrete Min. 1.5-inch EnergyGuard Polyiso Insulation or EnergyGuard RA | OB500 None N/A PVC-QL -375.0
PVC QuUICK SPRAY ADHESIVE APPLICATIONS:
Structural . . . . . .
C-62. concrete Min. 1.5-inch EnergyGuard RA hot asphalt | (Optional) Min. 0.25-inch DensDeck Prime hot asphalt PVC-QS -45.0
in. 0.25-i DensD i DE
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso LRF-M or Min. 0.25-inch DensDeck Prime, )fcell FA Glass Mat LRF-M or
C-63. . R X Roof Board or SECUROCK Gypsum-Fiber Roof Board or PVC-QS -45.0*
concrete Insulation or EnergyGuard Ultra Polyiso Insulation 0OB500 . . . OB500
min. 0.5-inch EnergyGuard HD Polyiso Cover Board
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15) -
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or
C-64. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-M EnergyGuard HD Plus Polyiso Cover Board or min. 1.5- LRF-M PVC-QS -97.5
Insulation inch Ultra HD Composite Insulation
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . . .
C-65. structural Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra LRF-M Min. 1'.5 inch EnergyGuard Polyiso-HD Composite LRF-M PVC-QS -165.0
concrete . . Insulation
Polyiso Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . . .
| . . Min. 0.25-inch DensDeck P . 0.5-inch
ce6. | Structural 1 ulation, EnergyGuard RA o EnergyGuard Ultra Polyiso LRF-M in. 0.25Q Derglisy™ gL or min. DRge LRF-M PVC-QS -180.0
concrete ) EnergyGuard HD Polyiso Cover Board
Insulation
c-67. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRE-M Min. 0.25-inch DensD.eck Prime or min. 0.5-inch LRE-M PVC-QS 2100
concrete Insulation, EnergyGuard Ultra EnergyGuard HD Polyiso Cover Board
C-68. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRE-M None N/A PVCQS 2925
concrete Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso X . .
| . . LRF-M Min. 0.5-inch E HD Pol B LRF-M
C-69. Structura Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso . gh)->ne nergyGuaro.I olyiso Cover Board or . PVC-QS -97.5
concrete Insulation Canister EnergyGuard HD Plus Polyiso Cover Board Canister
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . . .
C-70. structural Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra LRF.M Mg 1'.5 inch EnergyGuard Polyiso-HD Composite LRF.M PVC-QS -165.0
concrete . . Canister Insulation Canister
Polyiso Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
| LRF-M LRF-M
C-71. structura Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso . Min. 0.25-inch DensDeck Prime . PVC-QS -180.0
concrete ) Canister Canister
Insulation
c.72. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRF—'M Min. 0.25-inch DensDeck Prime LRF—.M PVC-QS 2100
concrete Insulation, EnergyGuard RA Canister Canister
c.73. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRF—'M None N/A PVCQS 2475
concrete Insulation Canister
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or
C-74. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-XF EnergyGuard HD Plus Polyiso Cover Board or min. 1.5- LRF-XF PVC-QS -90.0
Insulation inch Ultra HD Composite Insulation
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . . .
C-75. structural Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra LRF-XF Min. 1',5 inch EnergyGuard Polyiso-HD Composite LRF-XF PVC-QS -165.0
concrete ) ) Insulation
Polyiso Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . . .
.0.25- DensD .0.5-
C-76. Structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-XF Min. 0.25-inch Dens .ECk Prime or min. 0.5-inch LRF-XF PVC-QS -180.0
concrete Insulation EnergyGuard HD Polyiso Cover Board
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15) -
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
77, Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRE-XF Min. 0.25-inch DensD.eck Prime or min. 0.5-inch LRE-XE PVC-QS 2100
concrete Insulation, EnergyGuard Ultra EnergyGuard HD Polyiso Cover Board
.78, Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRE-XE None N/A PVC-QS 2325
concrete Insulation
Structural . . . ) Min. 0.25-inch DensDeck Prime or min. 0.5-inch
C-79. concrete Min. 1.5-inch, min. 1.8 pcf (Type IX), Insulfoam Roofing EPS 0OB500 EnergyGuard HD Polyiso Cover Board OB500 PVC-QS -45.0
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-80. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso 0OB500 Min. 1.5-inch Ultra HD Composite Insulation OB500 PVC-QS -90.0
Insulation
Structural . . . ) Min. 0.25-inch DensDeck Prime or min. 0.5-inch
C-81. concrete Min. 2-inch, min. 1.8 pcf (Type IX), Insulfoam Roofing EPS OB500 EnergyGuard HD Polyiso Cover Board OB500 PVC-QS -120.0
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . . .
C-82. structural Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra OB500 Min. 1'.5 inch EnergyGuard Polyiso-HD Composite OB500 PVC-QS -165.0
concrete . ) Insulation
Polyiso Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso gm;&fi;g:?Es;sgjgrdpglrm&:r;iigS?CK
C-83. Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso OB500 K X - OB500 PVC-QS -180.0
concrete . EnergyGuard HD Polyiso Cover Board or EnergyGuard
Insulation R
HD Plus Polyiso Cover Board
One or more layer(s), min. 1.5-inch EnergyGuard Polyiso 4 . . . .
| ! . 0.25-inch DensDeck P . 0.5-inch
C-84. structura Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso 0OB500 §p°-25-inch Dens 'ec rime or min. 0.5-inc OB500 PVC-QS -210.0
concrete . EnergyGuard HD Polyiso Cover Board
Insulation
One or more layer(s), min. 1.5-inch EnergyGuard Polyiso . . . . .
cgs, | Stucural | lation, EnergyGuard RA or EnergyGuard Ultra Polyiso 0B500 Min. 0.625-inch DensDeck Prime or min. 0.5-inch 0B500 PVC-QS 2325
concrete . EnergyGuard HD Polyiso Cover Board
Insulation
C-86. Structural One or.more layer(s), min. 1.5-inch E.nergyGuard Polyiso 0B500 None N/A PVCQS 2925
concrete Insulation or EnergyGuard Ultra Polyiso Insulation
(Optional) One or more layer(s), min. 1.5-inch EnergyGuard . . .
| Min. 0.5-inch E HD Pol B
cg7. | Structural 1 poiso Insulation, EnergyGuard RA or EnergyGuard Ultra 0B500 in. 0.5-inch EnergyGuard HD Polyiso Cover Boardor | g5, PVC-QS -270.0
concrete . . EnergyGuard HD Plus Polyiso Cover Board
Polyiso Insulation
Structural One or more layer(s), min. 1.5-inch EnergyGuard Polyiso
C-88. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso 0OB500 Min. 0.625-inch SECUROCK Gypsum-Fiber Roof Board OB500 PVC-QS -270.0
Insulation
-89, Structural Min. 1.5—|r1ch EnergyGuard Polyiso Insulation, EnergyGuard 0B500 None N/A PVC-QS 3750
concrete Ultra Polyiso Insulation or EnergyGuard RA
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NEmoO | etc.e
TABLE 3a: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15) -
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN HOT ASPHALT:
Structural
Min. 1.5-inch E Guard RA or E Guard Ultra Polyi
C-90. concrete n . inch Energylauar or Energylauar ra Folylso hot asphalt | Min. 0.25-inch DensDeck hot asphalt PVCF-HA -45.0
) Insulation
(primed)
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-91. concrete Insulation, EnergyGuard Ultra Polyiso Insulation, EnergyGuard hot asphalt | None N/A PVCF-HA -382.5
(primed) RA,
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-92. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso 0OB500 Min. 0.25-inch DensDeck 0OB500 PVCF-HA -45.0
Insulation
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN EVERGUARD WB181 BONDING ADHESIVE:
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
C-93. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-M Min. 0.5-inch EnergyGuarc.l HD Polyiso Cover Board or LRF-M PVCF-WB -97.5
concrete . EnergyGuard HD Plus Polyiso Cover Board
Insulation
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard K R . .
| Min. 1.5-inch E Pol -HD
C-94. Structura Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra LRF-M n .5 inch EnergyGuard Polyiso Composite LRF-M PVCF-WB -165.0
concrete . ) Insulation
Polyiso Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso (Optional) Min. 0.25-inch DensDeck Prime or
C-95. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-M SECUROCK Gypsum-Fiber Roof Board or min. 1.5-inch LRF-M PVCF-WB -180.0
Insulation Ultra HD Composite Insulation
C-96. i:)rr:‘;::tf' (Optional) Min. 0.5-inch EnergyGuard Ultra Polyiso Insulation LRF-M Min. 1.5-inch Ultra HD Composite Insulation LRF-M PVCF-WB -187.5
c.97. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRE-M Min. 0.25-.|nch DensDeck Prime or SECUROCK LRE-M PVCE-WB 2325
concrete Insulation, EnergyGuard Ultra Gypsum-Fiber Roof Board
C.08. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRE-M None N/A PVCE-WB 2925
concrete Insulation, EnergyGuard Ultra
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
C-99. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-.M Min. 0.5-inch EnergyGuarq HD Polyiso Cover Board or LRF-.M PVCF-WB -97.5
concrete . Canister EnergyGuard HD Plus Polyiso Cover Board Canister
Insulation
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . . ;
LRF- .1.5- E -HD LRF-
C-100. Structural Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra RF.M Min .5 inch EnergyGuard Polyiso-HD Composite RF.M PVCF-WB -165.0
concrete . . Canister Insulation Canister
Polyiso Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
C-101. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF.M Min. 0.25 .|nch DensDeck Prime or SECUROCK LRF.M PVCF-WB -180.0
concrete . Canister Gypsum-Fiber Roof Board Canister
Insulation
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15) -
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
Structural One or more layer(s), min. 1.5-inch EnergyGuard Polyiso LRF-M Min. 0.25-inch DensDeck Prime or SECUROCK LRF-M
C-102. . . . . PVCF-WB -232.5
concrete Insulation, EnergyGuard RA Canister Gypsum-Fiber Roof Board Canister
C-103. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRF—.M None N/A PVCE-WB 2475
concrete Insulation Canister
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . ) .
C-104. structural Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra LRF-XF Min. 1'.5 inch EnergyGuard Polyiso-HD Composite LRF-XF PVCF-WB -165.0
concrete . . Insulation
Polyiso Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso Min. 0.25-inch DensDeck Prime or SECUROCK
C-105. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-XF Gypsum-Fiber Roof Board or min. 1.5-inch Ultra HD LRF-XF PVCF-WB -180.0
Insulation Composite Insulation
|
C-106. i;T;::t? (Optional) Min. 0.5-inch EnergyGuard Ultra Polyiso Insulation LRF-XF Min. 1.5-inch Ultra HD Composite Insulation LRF-XF PVCF-WB -187.5
c-107. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRE-XE Min. 0.25—.|nch DensDeck Prime or SECUROCK LRE-XE PVCE-WB 2325
concrete Insulation, EnergyGuard Ultra Gypsum-Fiber Roof Board
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso R . .
| Min. 0.5-inch E HD Pol B
C-108. Structura Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso 0OB500 W nergyGuar§ olyiso Cover Board or OB500 PVCF-WB -97.5
concrete . EnergyGuard HD Plus Polyiso Cover Board
Insulation
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . . .
C-109. structural Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra OB500 Mg 1'.5 inch EnergyGuard Polyiso-HD Composite OB500 PVCF-WB -165.0
concrete . ) Insulation
Polyiso Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso (Optional) Min. 0.25-inch DensDeck Prime or
C-110. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso 0OB500 SECUROCK Gypsum-Fiber Roof Board or min. 1.5-inch OB500 PVCF-WB -180.0
Insulation Ultra HD Composite Insulation
|
C-111. i;:lf::t': (Optional) Min. 0.5-inch EnergyGuard Ultra Polyiso Insulation 0OB500 Min. 1.5-inch Ultra HD Composite Insulation OB500 PVCF-WB -187.5
Structural . .
C-112. concrete One or more layer(s), min. 1.5-inch EnergyGuard RA 0OB500 None N/A PVCF-WB -225.0
C-113. Structural One or'more layer(s), min. 1.5-inch EnergyGuard Polyiso 0B500 Min. 0.25—'|nch DensDeck Prime or SECUROCK 0B500 PVCE-WB 2325
concrete Insulation, EnergyGuard Ultra Gypsum-Fiber Roof Board
Structural Min. 0.25-inch DensDeck Pri SECUROCK
Cc-114. ructural 1 5e or more layer(s), min. 1.5-inch EnergyGuard RA 0B500 n Inch Densbeck Frime or 0B500 PVCF-WB 2400
concrete Gypsum-Fiber Roof Board
C-115. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso 0B500 None N/A PVCE-WB 2925
concrete Insulation, EnergyGuard Ultra
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15) "
No. (Note 1) Type Type jgsf[
(Notes 6,7,8) (Notes 6,7,8)
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN LRF ADHESIVE M OR LRF ADHESIVE O:
Structural . R . . . . PVCF-LM (12-inch o.c.) or
C-116. concrete Min. 1.5-inch EnergyGuard RA LRF-M (Optional) Additional layers base insulation LRF-M PVCF-LO (12-inch o.c.) -45.0
Structural ) ) . . . .
C-117. concrete Min. 1-inch EnergyGuard RA LRF-M Min. 0.25-inch DensDeck Prime LRF-M PVCF-LO (12-inch o.c.) -45.0
C-118. Structural Min. 0.5—|f1ch EnergyGuard Polyiso Insulation, EnergyGuard LRE-M Aqdltlonal.optlonal layers bése insulation followed by LRE-M PVCF-LO (12-inch o.c) -45.0
concrete Ultra Polyiso Insulation Min. 0.25-inch DensDeck Prime
Structural . . . . . PVCF-LM (12-inch o.c.) or
C-119. concrete Min. 1-inch EnergyGuard RA LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-M PVCF-LO (12-inch o.c) -45.0
Structural ) ) . . .
C-120. concrete Min. 1-inch EnergyGuard RA LRF-M Min. 0.25-inch DEXcell FA Glass Mat Roof Board LRF-M PVCF-LM (12-inch o.c.) -45.0
c121 Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, EnergyGuard LRE-M Additional optional layers base insulation followed by LRE-M PVCF-LM (12-inch o.c.) or 45.0
’ concrete Ultra Polyiso Insulation Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board PVCF-LO (12-inch o.c.) ’
Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Additional optional layers base insulation followed by .
c122. concrete Ultra Polyiso Insulation LRF-M Min. 0.25-inch DEXcell FA Glass Mat Roof Board LRF-M PVCF-LM (12-inch o.c.) 45.0
. . ) . (Optional) Additional layers base insulation and/or .
C-123. Structural Min. 0.5 |r1ch Energ\./Guard Polyiso Insulation, EnergyGuard LRF-M min. 0.25-inch DensDeck Prime or SECUROCK Gypsum- | LRF-M PVCF-LM (12.|nch o.c.)or -60.0
concrete Ultra Polyiso Insulation, EnergyGuard RA X PVCF-LO (12-inch o.c.)
Fiber Roof Board
Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, EnergyGuard (Optional) Additional layers base insulation and/or .
-124. . . LRF-M A . LRF-M PVCF-LM (12-inch o.c. -60.
c124 concrete Ultra Polyiso Insulation, EnergyGuard RA min. 0.25-inch DEXcell FA Glass Mat Roof Board ¢ (12-inch o.c) 600
Structural (Optional) Min. 0.5-inch EnergyGuard Polyiso Insulation, Min. 1.5-inch EnergyGuard Polyiso-HD Composite PVCF-LM or PVCF-LO, 12-
C-125. . ) LRF-M ) . ) LRF-M . -60.0
concrete EnergyGuard Ultra Polyiso Insulation Insulation or Ultra HD Composite Insulation inch o.c.
C-126. Structural (Optional) Min. O.S—mCh EnergyGLfard Polyiso Insulation or LRE-M Min. 1..5—|nch EnergyGuard Polyiso-HD Composite LRE-M ?VCF—LM or PVCF-LO, 12- 165.0
concrete EnergyGuard Ultra Polyiso Insulation Insulation inch o.c.
Structural . . . \ Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat .
C-127. concrete Min. 1.5-inch EnergyGuard Polyiso Insulation LRF-M Roof Board or SECUROCK Gypsum-Fiber Roof Board LRF-M PVCF-LM (12-inch o.c.) -67.5
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . .
.0.25- DensD E -L| - .C.
C-128. Structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-M Min. 0.25 .|nch ensDeck Prime or SECUROCK LRF-M PVCF-LM (4.mCh o-c.)or -180.0
concrete . Gypsum-Fiber Roof Board PVCF-LO (4-inch o.c.)
Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-129. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-M Min. 0.25-inch DEXcell FA Glass Mat Roof Board LRF-M PVCF-LM (4-inch o.c.) -180.0
Insulation
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard
-L| -LO, 12-
C-130. Structural Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra LRF-M Min. 1.5-inch Ultra HD Composite Insulation LRF-M .PVCF M or PVCF-LO, -180.0
concrete . . inch o.c.
Polyiso Insulation
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15 -
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
Structural Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber PVCF-LM (4-inch o.c.) or
C-131. LRF-M N N/A -195.0
. concrete Roof Board one / PVCF-LO (4-inch o.c.)
c-132. Structural One or.more layer(s), min. 1.5-inch E.nergyGuard Polyiso LRE-M None N/A PVCF-LM (4-inch o.c) 2100
concrete Insulation or EnergyGuard Ultra Polyiso Insulation
| LRF-M LRF-M PVCF-LM or PVCF-LO, 12-
C-133. structura Min. 1.5-inch EnergyGuard RA R (Optional) Additional layers base insulation . . ¢ or PVCF-LO, -45.0
concrete Canister Canister inch o.c.
Structural ) ) ) ) LRF-M Additional optional layers base insulation followed by LRF-M .
C-134. concrete Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard RA Canister Min. 0.25-inch DensDeck Prime Canister PVCF-LO, 12-inch o.c. -45.0
Structural . . ) . LRF-M Additional optional layers base insulation followed by LRF-M PVCF-LM or PVCF-LO, 12-
-135. Min. 1.5-inch E Pol | | E RA -45.
c135 concrete in. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Canister Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Canister inch o.c. >0
(Optional) Additional layers base insulation and/or
| LRF-M A . S LRF-M PVCF-LM or PVCF-LO, 12-
C-136. structura Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard RA, . min. 0.25-inch DensDeck Prime or SECUROCK Gypsum- . . ¢ or PVCF-LO -60.0
concrete Canister X Canister inch o.c.
Fiber Roof Board
Structural (Optional) Min. 1.5-inch EnergyGuard Polyiso Insulation, LRF-M Min. 1.5-inch EnergyGuard Polyiso-HD Composite LRF-M PVCF-LM or PVCF-LO, 12-
C-137. . ) ) . -165.0
concrete EnergyGuard RA Canister Insulation Canister inch o.c.
Structural LRF-M Min. 0.25-inch DensDeck Prime or SECUROCK LRF-M
-138. Min. 1.5-inch E Polyiso Insulation, E RA } _ _ PVCF-LM, 12-inch o.c. -67.
C-138 concrete in. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Canister Gypsum-Fiber Roof Board Canister C inch o.c 67.5
Structural | OMe Or more layer(s), min. 0.5-inch EnergyGuard Polyiso LRF-M Min. 0.25-inch DensDeck Prime or SECUROCK LRF-M PVCF-LM or PVCF-LO, 4-
C-139. Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso . . . . -180.0
concrete . Canister Gypsum-Fiber Roof Board Canister inch o.c.
Insulation
C-140. Structural Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber LRF—'M None N/A .PVCF—LM or PVCF-LO, 4- -195.0
concrete Roof Board Canister inch o.c.
c-141. Structural One or.more layer(s), min. 1.5-inch EnergyGuard Polyiso LRF—'M None N/A PVCF-LM, 4-inch o.c. 2100
concrete Insulation Canister
c-142. Structural Min. O.5-|r1ch Energ\./Guard Polyiso Insulation, EnergyGuard LRE-XF Agdltlonalloptlonal layers bfase insulation followed by LRE-XE PVCF-LO (12-inch o.c) 45.0
concrete Ultra Polyiso Insulation min. 0.25-inch DensDeck Prime
c-143 Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, EnergyGuard LRE-XF Additional optional layers base insulation followed by LRE-XE PVCF-LM (12-inch o.c.) or 45.0
’ concrete Ultra Polyiso Insulation min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board PVCF-LO (12-inch o.c.) ’
Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Additional optional layers base insulation followed by .
c-144. concrete Ultra Polyiso Insulation LRF-XF min. 0.25-inch DEXcell FA Glass Mat Roof Board LRF-XF PVCF-LM (12-inch o.c.) 450
. 4 . Y (Optional) Additional layers base insulation and/or .
C-145. Structural Min. 0.5 |rjch EnergYGuard Polyiso Insulation, EnergyGuard LRE-XE min. 0.25-inch DensDeck Prime or SECUROCK Gypsum- | LRF-XF PVCF-LM (12'|nch o.c.)or -60.0
concrete Ultra Polyiso Insulation, EnergyGuard RA X PVCF-LO (12-inch o.c.)
Fiber Roof Board
Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, EnergyGuard (Optional) Additional layers base insulation and/or .
- B . ! LRF- K . LRF- -LM (12- .C. -60.
C-146 concrete Ultra Polyiso Insulation, EnergyGuard RA RF-XF min. 0.25-inch DEXcell FA Glass Mat Roof Board RF-XF PVCF-LM (12-inch o.c.) 60.0
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15) "
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
Structural (Optional) Min. 0.5-inch EnergyGuard Polyiso Insulation, Min. 1.5-inch EnergyGuard Polyiso-HD Composite PVCF-LM or PVCF-LO, 12-
C-147. . . LRF-XF . . . LRF-XF . -60.0
concrete EnergyGuard Ultra Polyiso Insulation Insulation or Ultra HD Composite Insulation inch o.c.
Structural Min. 1.5-inch E d Polyiso-HD C i PVCF-LM or PVCF-LO, 12-
C-148. ructural 1 gptional) Min. 0.5-inch EnergyGuard Polyiso Insulation LRF-XF in. 1.5-inch EnergyGuard Polyiso-HD Composite LRF-XF . or ' -165.0
concrete Insulation inch o.c.
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . .
Structural . K Min. 0.25-inch DensDeck Prime or SECUROCK PVCF-LM (4-inch o.c.) or
-149. | lat E Guard RAor E Guard Ultra Pol LRF-XF LRF-XF -180.
149 concrete nsu'e !on, nergybuar orEnergybuar ra rolyiso Gypsum-Fiber Roof Board PVCF-LO (4-inch o.c.) 80.0
Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-150. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-XF Min. 0.25-inch DEXcell FA Glass Mat Roof Board LRF-XF PVCF-LM (4-inch o.c.) -180.0
Insulation
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard
C-151. Structural Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra LRF-XF Min. 1.5-inch Ultra HD Composite Insulation LRF-XF .PVCF LM or PVCF-LO, 12 -180.0
concrete . . inch o.c.
Polyiso Insulation
Structural Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber PVCF-LM (4-inch o.c.) or
C152. concrete Roof Board LRF-XF h N/A PVCF-LO (4-inch o.c.) 195.0
Structural . . . " . . PVCF-LM (12-inch o.c.) or
C-153. concrete Min. 1.5-inch EnergyGuard RA OB500 (Optional) Additional layers base insulation 0OB500 PVCF-LO (12-inch o.c) -45.0
Structural . . . . . .
C-154. concrete Min. 1-inch EnergyGuard RA 0OB500 Min. 0.25-inch DensDeck Prime OB500 PVCF-LO (12-inch o.c.) -45.0
C-155. Structural Min. 0.5—|pch EnergyGuard Polyiso Insulation, EnergyGuard 0B500 Aqdltlonal'optlonal layers bf‘:\se insulation followed by 0B500 PVCF-LO (12-inch o.c) 45.0
concrete Ultra Polyiso Insulation min. 0.25-inch DensDeck Prime
Structural . . . . . PVCF-LM (12-inch o.c.) or
C-156. concrete Min. 1-inch EnergyGuard RA 0OB500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board 0OB500 PVCF-LO (12-inch o.c) -45.0
Structural . . . . .
C-157. concrete Min. 1-inch EnergyGuard RA OB500 Min. 0.25-inch DEXcell FA Glass Mat Roof Board OB500 PVCF-LM (12-inch o.c.) -45.0
C-158 Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, EnergyGuard 0B500 Additional optional layers base insulation followed by 0B500 PVCF-LM (12-inch o.c.) or 45.0
’ concrete Ultra Polyiso Insulation min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board PVCF-LO (12-inch o.c.) ’
Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Additional optional layers base insulation followed by .
¢-159. concrete Ultra Polyiso Insulation 0B500 min. 0.25-inch DEXcell FA Glass Mat Roof Board 0B500 PVCF-LM (12-inch o.c.) 45.0
C-160. i;‘:jcc::tfl Min. 1.5-inch EnergyGuard RA 0OB500 (Optional) Additional layer of base insulation OB500 PVCF-LO (12-inch o.c.) -45.0
Structural Min. 0.25-inch DensDeck Pri SECUROCK
C-161. ructural - 56 or more layer(s), Min. 1.5-inch EnergyGuard RA 0B500 . ©.257Inch DensJeck Frime or 0B500 PVCF-LO (12-inch o.c.) 45.0
concrete Gypsum-Fiber Roof Board
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NEmoO | etc.e
TABLE 3a: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15) -
No. (Note 1) Type Type jgsf[
(Notes 6,7,8) (Notes 6,7,8)
. . ) ) (Optional) Additional layers base insulation and/or .
c-162. Structural Min. 0.5—|r1ch Energ\./Guard Polyiso Insulation, EnergyGuard 0B500 min. 0.25-inch DensDeck Prime or SECUROCK Gypsum- | OB500 PVCF-LM (12—.|nch o.c.)or -60.0
concrete Ultra Polyiso Insulation, EnergyGuard RA R PVCF-LO (12-inch o.c.)
Fiber Roof Board
Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, EnergyGuard (Optional) Additional layers base insulation and/or .
G163 | oncrete Ultra Polyiso Insulation, EnergyGuard RA 0B500 min. 0.25-inch DEXcell FA Glass Mat Roof Board 0B500 PVCF-LM (12-inch o.c.) -60.0
C-164. Structural (Optional) Min. 0.5-|nch EnergyGl,.lard Polyiso Insulation, 0B500 Min. 1..5-|nch EnergyGuard Polylso-HD Cf)mp05|te 0B500 .PVCF-LM or PVCF-LO, 12- -60.0
concrete EnergyGuard Ultra Polyiso Insulation Insulation or Ultra HD Composite Insulation inch o.c.
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard R R . .
| . . Min. 1.5-inch E Pol -HD PVCF-LM or PVCF-LO, 4-
C-165. Structura Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra 0OB500 in ,5 inch eIy uard PeRizo Composite 0OB500 . ¢ or PVCF-LO -165.0
concrete . ) Insulation inch o.c.
Polyiso Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . .
Structural . K Min. 0.25-inch DensDeck Prime or SECUROCK PVCF-LM (4-inch o.c.) or
-166. Insulat E Guard RA or E Guard Ultra Pol B! B -180.
166 concrete nsu'e !on, nergybuar or Energybuar rarolyiso 0B500 Gypsum-Fiber Roof Board 0B500 PVCF-LO (4-inch o.c.) 80.0
Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-167. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso 0OB500 Min. 0.25-inch DEXcell FA Glass Mat Roof Board 0OB500 PVCF-LM (4-inch o.c.) -180.0
Insulation
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard
C-168. structural Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra OB500 Min. 1.5-inch Ultra HD Composite Insulation OB500 .PVCF LM or PVCF-LO, 4 -180.0
concrete . . inch o.c.
Polyiso Insulation
Structural Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber PVCF-LM (4-inch o.c.) or
-169. B! N/A R -195.
c-169 concrete Roof Board 08500 gne / PVCF-LO (4-inch o.c.) 95.0
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK IN SPATTER APPLICATIONS:
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
C-170. Structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-M Min. 0.5-inch EnergyGuarq HD Polyiso Cover Board or LRF-M PVCF-XF or PVCF-OB -90.0
concrete . EnergyGuard HD Plus Polyiso Cover Board
Insulation
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . . .
| Min. 1.5-inch E Pol -HD
C-171. structura Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra LRF-M n .5 inch EnergyGuard Polyiso Composite LRF-M PVCF-XF or PVCF-OB -165.0
concrete . ) Insulation
Polyiso Insulation
Structural (Optional) One or more layer(s), min. 0.5-inch EnergyGuard
C-172. concrete Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra LRF-M Min. 1.5-inch Ultra HD Composite Insulation LRF-M PVCF-XF or PVCF-OB -180.0
Polyiso Insulation
C-173. Structural One or.more layer(s), min. 0.5-inch EnergyGuard Polyiso LRE-M None N/A PVCE-XF or PVCE-OB -180.0
concrete Insulation, EnergyGuard Ultra
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
.0.25- DensD E
C-174. Structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-M Min. 0.25 .|nch ensDeck Prime or SECUROCK LRF-M PVCF-XF or PVCF-OB -180.0
concrete . Gypsum-Fiber Roof Board
Insulation
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15) -
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-175. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-M Min. 0.25-inch DEXcell FA Glass Mat Roof Board LRF-M PVCF-XF -180.0
Insulation
C-176. Structural Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber LRE-M None N/A PVCE-XF or PVCE-OB 195.0
concrete Roof Board
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
c-177. Structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF_.M Min. O'Sgich EnergyGuar§ HD PolyT Qe Board or LRF_,M PVCF-XF or PVCF-OB -90.0
concrete . Canister EnergyGuard HD Plus Polyiso Cover Board Canister
Insulation
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . . .
C-178. structural Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra LRF.M Min. 1'.5 inch EnergyGuard Polyiso-HD Composite LRF.M PVCF-XF or PVCF-OB -165.0
concrete . . Canister Insulation Canister
Polyiso Insulation
Structural One or.more layer(s), min. 0.5-inch EnergyGuard Polyléo LRE-M
C-179. Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso . None N/A PVCF-XF or PVCF-OB -180.0
concrete . Canister
Insulation
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
C-180. structural Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-.M Min. 0.25-.|nch iy 0 cck Prime or SECUROCK LRF-.M PVCF-XF or PVCF-OB -180.0
concrete . Canister Gypsum-Fiber Roof Board Canister
Insulation
c-181. Structural Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber LRF-.M None N/A PVCE-XF or PVCF-OB 195.0
concrete Roof Board Canister
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
| .0.5-inch E HD Pol B
c1ga, | Structural 1 Ulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-XF Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or | | pp PVCF-XF or PVCF-OB -90.0
concrete . EnergyGuard HD Plus Polyiso Cover Board
Insulation
c-183. Structural (Optional) Min. O.S—mCh EnergyGLfard Polyiso Insulation or LRE-XE Min. 1..5—|nch EnergyGuard Polyiso-HD Composite LRE-XE PVCE-XF or PVCE-OB 165.0
concrete EnergyGuard Ultra Polyiso Insulation Insulation
C-184. i;r:cc::tfl (Optional) Min. 0.5-inch EnergyGuard Ultra Polyiso Insulation LRF-XF Min. 1.5-inch Ultra HD Composite Insulation LRF-XF PVCF-XF or PVCF-OB -180.0
C-185. Structural One or.more layer(s), min. 0.5-inch EnergyGuard Polyiso LRE-XF None N/A PVCF-XF or PVCF-OB -180.0
concrete Insulation, EnergyGuard Ultra
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
Structural Min. 0.25-inch DensDeck P SECUROCK
C-186. ructural i culation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-XF n Inch Densbeck Frime or LRF-XF PVCF-XF or PVCF-OB -180.0
concrete . Gypsum-Fiber Roof Board
Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-187. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso LRF-XF Min. 0.25-inch DEXcell FA Glass Mat Roof Board LRF-XF PVCF-XF -180.0
Insulation
Cc-188. Structural Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber LRE-XE None LRE-XE PVCE-XF or PVCF-OB 1950
concrete Roof Board
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NEmoO | etc.e
TABLE 3a: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15) -
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
Min. 0.5-inch EnergyGuard HD Polyiso Cover Board or
Structural Min. 0.5-inch EnergyGuard Polyiso Insulation, EnergyGuard EnergyGuard HD Plus Polyiso Cover Board or min. 1.5-
C-189. concrete Ultra Polyiso Insulation, EnergyGuard RA 08500 inch EnergyGuard Polyiso-HD Composite Insulation or @00 PVCF-XF or PVCF-08 -90.0
Ultra HD Composite Insulation
(Optional) One or more layer(s), min. 0.5-inch EnergyGuard R R . .
| . . Min. 1.5-inch E Pol -HD
c190, | Structural  poviso Insulation, EnergyGuard RA or EnergyGuard Ultra 0B500 in. 1.5-inch EnergyGuard Polyiso-HD Composite 0B500 PVCF-XF or PVCF-OB -165.0
concrete . ) Insulation
Polyiso Insulation
Structural (Optional) One or more layer(s), min. 0.5-inch EnergyGuard
C-191. concrete Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra 0OB500 Min. 1.5-inch Ultra HD Composite Insulation OB500 PVCF-XF or PVCF-OB -180.0
Polyiso Insulation
C-192. Structural One or.more layer(s), min. 0.5-inch EnergyGuard Polyiso 0B500 None N/A PVCF-XF or PVCF-OB -180.0
concrete Insulation, EnergyGuard Ultra
One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . .
103, | Stuctural | lation, EnergyGuard RA or EnergyGuard Ultra Polyiso 0B500 jin. 0.25-inch DensDeck Prime or SECUROCK 0B500 PVCF-XF or PVCF-OB -180.0
concrete . Gypsum-Fiber Roof Board
Insulation
Structural One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
C-194. concrete Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso OB500 Min. 0.25-inch DEXcell FA Glass Mat Roof Board OB500 PVCF-XF -180.0
Insulation
C-195. Structural Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber 0B500 None N/A PVCF-XF or PVCF-OB 195.0
concrete Roof Board

TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE AnD CAP PLY*
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck h R, MDP
Attac ac
No. Note 1 sf)*
(Note 1) Type Notes 6.7 8 Type Notes 6.7.8 Base Ply Cap Ply (psf)
ASPHALT-APPLIED BASE PLY:
Min. 0.25-inch DensDeck, DensDeck Prime or
i in. 0.5-i E S . . .

C-19 Structural L?)Tt;:;i:)sm;:m?] SEl::r gi;%GJI:rr: hot asphalt SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch hot asphalt SBS-AA PVCF-LM (12-inch o.c.) or -60.0

’ concrete Polyiso Insulation’ gy P Structodek High Density Fiberboard Roof Insulation P PVCF-LO (12-inch o.c.) ’

b or min. 0.4375-inch DEXcell Cement Roof Board

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ
GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411

TOP OF PAGE

PEER-GAF-008.B.R52 for FL3443-R63 (HVHZ)
Revision 52: 08/17/2026
Appendix 1, Page 119 of 168



TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE AnD CAP PLY*
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck preses e MDP
ttac ac
No. Note 1 sf)*
(Note 1) Type Notes 6.7 8 Type Notes 6.7.8 Base Ply Cap Ply (psf)
Min. 0.5-inch Structodek High Density Fiberboard
Structural Min. 0.5-inch EnergyGuard Polyiso Roof Insulation or min. 0.25-inch DensDeck, PVCF-HA, PVCF-LM (4-inch
C-197. concrete Insulation, EnergyGuard Ultra Polyiso hot asphalt | DensDeck Prime, SECUROCK Gypsum-Fiber Roof hot asphalt SBS-AA o.c.), PVCF-LO (4-inch o.c.), -150.0
Insulation Board or min. 0.4375-inch DEXcell Cement Roof PVCF-XF or PVCF-OB
Board
Structural Min. 0.5-inch Structodek High Density PVCF-HA, PVCF-LM (4-inch
C-198. concrete Fiberboard Roof Insulation or min. 0.4375- hot asphalt | None N/A SBS-AA o.c.), PVCF-LO (4-inch o.c.), -165.0
inch DEXcell Cement Roof Board PVCF-XF or PVCF-OB
) ) PVCF-HA, PVCF-LM (4-inch
| Min. 1.5-inch E RA 4
C-199. ig::’ccrt;f En'zr z ";: ) U'I’t‘:;ggj“;;dms cl’artion hot asphalt | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | hotasphalt | SBS-AA 0.c), PVCF-LO (4-incho.c.), | -225.0
gYsu Y10 fnsd PVCF-XF or PVCF-OB
) . . . PVCF-HA, PVCF-LM (4-inch
C-200. structural 1\ 5 inch EnergyGuard RA hot asphalt | Min: 0-25-inch DensDeck or DensDeck Prime or min. |\ o cop o | sgs-aa 0.c.), PVCF-LO (4-incho.c.), | -240.0
concrete 0.4375-inch DEXcell Cement Roof Board
PVCF-XF or PVCF-OB
Min. 0.5-inch Structodek High Density Fiberboard
Structural Min. 0.5-inch EnergyGuard Polyiso Roof Insulation or min. 0.25-inch DensDeck Prime or PVCF-HA, PVCF-LM (4-inch
-201. . h | . . h hal BS-AA . -255.
¢-20 concrete Insulation, EnergyGuard RA ot 25gt SECUROCK Gypsum-Fiber Roof Board or min. 0.4375- otasphalt SBS o.c.), PVCF-LO (4-inch o.c.) 5.0
inch DEXcell Cement Roof Board
Min. 0.25-inch DensDeck Prime or SECUROCK
Structural Min. 0.5-inch EnergyGuard Polyiso Gypsum-Fiber Roof Board or min. 0.5-inch PVCF-LMC, PVCF-XF or PVCF-
-202. . h hal . A ) h hal BS-AA -255.
c20 concrete Insulation, EnergyGuard RA otasphalt Structodek High Density Fiberboard Roof Insulation otasphalt SBS [0]:] 5.0
or min. 0.4375-inch DEXcell Cement Roof Board
Structural Min. 0.5-inch Structodek High Density Fiberboard PVCF-HA, PVCF-LM (4-inch
C-203. concrete Min. 1.5-inch EnergyGuard RA hot asphalt Roof Insulation or min. 0.4375-inch DEXcell Cement hot asphalt SBS-AA o.c.), PVCF-LO (4-inch o.c.), -307.5
Roof Board PVCF-XF or PVCF-OB
Structural Min. 0.5-inch EnergyGuard Polyiso Min. 0.25-inch DensDeck Prime or SECUROCK
C-204. concrete Insulation, EnergyGuard Ultra Polyiso hot asphalt | Gypsum-Fiber Roof Board or min. 0.4375-inch hot asphalt SBS-AA PVCF-HA -495.0
Insulation, EnergyGuard RA DEXcell Cement Roof Board
in. 0.5-inch E i
C-205. structural | Min. 0.5-inch EnergyGuard Polyiso LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | LRF-M SBS-AA PVCF-LO (12-inch o.c.) -60.0
concrete Insulation
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, . . . PVCF-HA, PVCF-LO (4-inch
- . LRF- .0.25- E - B LRF- BS- -180.
¢-206 concrete EnergyGuard RA or EnergyGuard Ultra RF-M Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board RF-M SBS-AA o.c.), PVCF-XF or PVCF-OB 80.0
Polyiso Insulation
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TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE AnD CAP PLY*
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck preses e MDP
ttac ac
No. Note 1 sf)*
(Note 1) Type Notes 6.7 8 Type Notes 6.7.8 Base Ply Cap Ply (psf)
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, LRF-M . . . LRF-M .
C-207. concrete EnergyGuard RA or EnergyGuard Ultra Canister Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Canister SBS-AA PVCF-LO, 12-inch o.c. -60.0
Polyiso Insulation
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, LRF-M . . . LRF-M PVCF-HA, PVCF-LO (4-inch
-208. concrete EnergyGuard RA or EnergyGuard Ultra Canister Min. 0.25-inch SECUROSQEypsum-Fibcigigof Board Canister SBS-AA o.c.), PVCF-XF or PVCF-OB -180.0
Polyiso Insulation
(Optional) Min. 0.5-inch EnergyGuard . . . .
C-200. Structural Polyiso Insulation, EnergyGuard Ultra LRE-XF Min. 0.25 .|nch DensDeck Prime or SECUROCK LRE-XF SBS-AA PVCF-LM (12.|nch o.c.) or -60.0
concrete . . Gypsum-Fiber Roof Board PVCF-LO (12-inch o.c.)
Polyiso Insulation
Min. 0.5-inch EnergyGuard Polyiso
Structural R . . . . .
C-210. concrete Insulation, EnergyGuard Ultra Polyiso LRF-XF Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF SBS-AA PVCF-LO (12-inch o.c.) -60.0
Insulation
One or more layer(s), min. 0.5-inch .
. . . ' . PVCF-HA, PVCF-LM (4-inch
c-211. izrr:’ccrt;rjl E:Z:gygﬁz:g :Z"szr:';ulaé'o:r’ Ultra LRF-XF g/nn. O'ZSF'.'ECh RD enfSBD G dane - CclROCK LRF-XF SBS-AA 0.c.), PVCF-LO (4-inch o.c.), -180.0
8y ) gybu ypsum-rIber Root Boar PVCF-XF or PVCF-OB
Polyiso Insulation
Structural One or more layer(s), min. 2.0-inch PVCF-HA, PVCF-LM (4-inch
C-212. : £ Guard RX E’ .G. dUlt LRF-XF Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF SBS-AA o.c.), PVCF-LO (4-inch o.c.), -225.0
concrete nergyGuar or EnergyGuar ra PVCE-XE or PVCE-OB
Structural One or more layer(s), min. 1.5-inch PVCF-HA, PVCF-LM (4-inch
C-213. concrete EneravGuard RZ ! T LRF-XF Min. 0.25-inch DensDeck or DensDeck Prime LRF-XF SBS-AA o.c.), PVCF-LO (4-inch o.c.), -240.0
gybu PVCF-XF or PVCF-OB
(Optional) Min. 0.5-inch EnergyGuard Min. 0.25-inch DensDeck Prime or SECUROCK .
C-214. izr:ccrteutrjl Polyiso Insulation, EnergyGuard Ultra OB500 Gypsum-Fiber Roof Board or min. 0.5-inch OB500 SBS-AA Exg:z t'\O/l((llzzil:cCP:]:.cC.)) or -60.0
Polyiso Insulation Structodek High Density Fiberboard Roof Insulation -
c-215. structural | Min. 0.5-inch EnergyGuard Polyiso 0B500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | OBS00 SBS-AA PVCF-LO (12-inch o.c.) -60.0
concrete Insulation
structural | EnepfiBiRRacon Wigeuistion 8§ PVCF-HA, PCF-LM (4inch
c-216. 2 v ' 0B500 Min. 0.25-inch DensDeck or DensDeck Prime 0B500 SBS-AA 0.c.), PVCF-LO (4-incho.c.), | -150.0
concrete EnergyGuard RA or EnergyGuard Ultra
. \ PVCF-XF or PVCF-OB
Polyiso Insulation
(Optional) One or more layer(s), min. 0.5- .
X . . . . . 5 . PVCF-HA, PVCF-LM (4-inch
E .0.5- D .
oy, | Sl | e io hien oo | Mn 0 astek g ooty Boebond | gy | asan | o) MEFIO @ enac), | s
.gy . gy PVCF-XF or PVCF-OB
Polyiso Insulation
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TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE AnD CAP PLY*
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck preses e MDP
ttac ac
No. Note 1 sf)*
(Note 1) Type Notes 6.7 8 Type Notes 6.7.8 Base Ply Cap Ply (psf)
. . . . PVCF-HA, PVCF-LM (4-inch
C-218. i;::‘;t;rj" E’i't"’;'rg'os;zc:oit; f;:ﬁg::‘o:'gh Density 0B500 None N/A SBS-AA 0.c.), PVCF-LO (4-incho.c.), | -165.0
PVCF-XF or PVCF-OB
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, . . . PVCF-HA, PVCF-LO (4-inch
C-219. concrete EnergyGuard RA or EnergyGuard Ultra 0OB500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board OB500 SBS-AA 0.¢.), PVCF-XF or PVCF-OB 180.0
Polyiso Insulation
Structurel | Energyuard boiso nulaton, PVCF-HA, PVCF-LM (4-inch
C-220. ey v ! OB500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board OB500 SBS-AA o.c.), PVCF-LO (4-inch o.c.) or -180.0
concrete EnergyGuard RA or EnergyGuard Ultra
. . PVCF-OB
Polyiso Insulation
Structurel | Enereyuard boiso nulstion, PVCF-HA, PCF-LM {4-nch
C-221. gy 4 . - OB500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board OB500 SBS-AA o.c.), PVCF-LO (4-inch o.c.), -187.5
concrete EnergyGuard Ultra Polyiso Insulation,
PVCF-XF or PVCF-OB
EnergyGuard RA
Structurel | Enereyouard poise nulstion, PVCF-HA, PCF-LM (4-inch
C-222. &Y 4 . - OB500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board OB500 SBS-AA o.c.), PVCF-LO (4-inch o.c.), -225.0
concrete EnergyGuard Ultra Polyiso Insulation,
PVCF-XF or PVCF-OB
EnergyGuard RA
TORCH-APPLIED BASE PLY:
(Optional) Min. 0.5-inch EnergyGuard A . . .
Structural . X Min. 0.25-inch DensDeck Prime or SECUROCK PVCF-LM (12-inch o.c.) or
C-223. concrete Pon!so Insulat!on, EnergyGuard Ultra hot asphalt Gypsum-Fiber Roof Board hot asphalt SBS-TA PVCF-LO (12-inch o.c.) -60.0
Polyiso Insulation
. . . . . PVCF-HA, PVCF-LM (4-inch
gy v yp PVCF-XF or PVCF-OB
Structural Min. 0.5-inch EnergyGuard Polyiso
C-225. concrete Insulation, EnergyGuard Ultra Polyiso hot asphalt | Min. 0.25-inch DensDeck Prime hot asphalt SBS-TA PVCF-HA -232.5
Insulation, EnergyGuard RA
Structural Min. 0.5-inch EnergyGuard Polyiso
C-226. concrete Insulation, EnergyGuard Ultra Polyiso hot asphalt Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board hot asphalt SBS-TA PVCF-HA -285.0
Insulation, EnergyGuard RA
c-227. Structural | Min. 0.5-inch EnergyGuard Polyiso LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | LRF-M SBS-TA PVCF-LO (12-inch o.c.) -60.0
concrete Insulation
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TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE AnD CAP PLY*

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck preses e MDP
ttac ac
No. Note 1 sf)*
(Note 1) Type Notes 6.7 8 Type Notes 6.7.8 Base Ply Cap Ply (psf)
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, . . . PVCF-HA, PVCF-LO (4-inch
C-228. concrete EnergyGuard RA or EnergyGuard Ultra LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-M SBS-TA 0.¢.), PVCF-XF or PVCF-OB -180.0
Polyiso Insulation
C-229. Structural | Min. 1.5-inch EnergyGuard Polyiso LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | -V SBS-TA PVCF-LO, 12-inch o.c. -60.0
concrete Insulation, EnergyGuard RA Canister Canister
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, LRF-M . . . LRF-M PVCF-HA, PVCF-LO (4-inch
c-230. concrete EnergyGuard RA or EnergyGuard Ultra Canister Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Canister SBS-TA o.c.), PVCF-XF or PVCF-OB -1800
Polyiso Insulation
(Optional) Min. 0.5-inch EnergyGuard ) ! ) .
c-231. Structural Polyiso Insulation, EnergyGuard Ultra LRE-XF Min. 0.25 .|nch DensDeck Prime or SECUROCK LRE-XF SBS-TA PVCF-LM (12.|nch o.c.)or -60.0
concrete . . Gypsum-Fiber Roof Board PVCF-LO (12-inch o.c.)
Polyiso Insulation
Structural Min. 0.5-inch EnergyGuard Polyiso
C-232. concrete Insulation, EnergyGuard Ultra Polyiso LRF-XF Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF SBS-TA PVCF-LO (12-inch o.c.) -60.0
Insulation
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, . . . PVCF-HA, PVCF-LO (4-inch
C-233. concrete EnergyGuard RA or EnergyGuard Ultra LRF-XF Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF SBS-TA 0.¢.), PVCF-XF or PVCF-OB 180.0
Polyiso Insulation
One or more layer(s), min. 0.5-inch .
. . . . . PVCF-HA, PVCF-LM (4-inch
c-234. izrr:‘ccrt:t':" E:ggygﬁ:g :Z"szr:':r“'aéma”r’ . LRF-XF . O'ZSF'.'SCh e eck (Prime or SECUROCK LRF-XF SBSTA | o.c), PVCF-LO (4-incho.c), | -180.0
8y ) gyGu ypsum-Fiber Root boar PVCF-XF or PVCF-OB
Polyiso Insulation
Structural One or more layer(s), min. 2.0-inch PVCF-HA, PVCF-LM (4-inch
C-235. ¢ E Guard RX E’ .G. 4 Ult LRF-XF Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF SBS-TA o.c.), PVCF-LO (4-inch o.c.), -232.5
concrete nergyGuar or EnergyGuar ra PVCE-XE or PVCE-OB
Structural One or more layer(s), min. 1.5-inch PVCF-HA, PVCF-LM (4-inch
C-236. concrete EneravGuard RX ! N LRF-XF Min. 0.25-inch DensDeck or DensDeck Prime LRF-XF SBS-TA o.c.), PVCF-LO (4-inch o.c.), -240.0
&Y PVCF-XF or PVCF-OB
Structural PVCF-HA, PVCF-LM (4-inch
C-237. concrete Min. 0.25-inch DensDeck Prime LRF-XF None N/A SBS-TA o.c.), PVCF-LO (4-inch o.c.), -245.0
PVCF-XF or PVCF-OB
(Optional) Min. 0.5-inch EnergyGuard . . . .
C-238. Structural Polyiso Insulation, EnergyGuard Ultra 0B500 Min. 0.25 .|nch DensDeck Prime or SECUROCK 0B500 SBS-TA PVCF-LM (12‘|nch o.c.)or -60.0
concrete . . Gypsum-Fiber Roof Board PVCF-LO (12-inch o.c.)
Polyiso Insulation
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TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE AnD CAP PLY*
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck preses e MDP
ttac ac|
No. Note 1 sf)*
(Note 1) Type Notes 6.7 8 Type Notes 6.7.8 Base Ply Cap Ply (psf)
C-239. Structural | Min. 0.5-inch EnergyGuard Polyiso 0B500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | OB500 SBS-TA PVCF-LO (12-inch o.c.) -60.0
concrete Insulation
sl | e i 0% P, G0
C-240. ey v ! 0OB500 Min. 0.25-inch DensDeck or DensDeck Prime OB500 SBS-TA o.c.), PVCF-LO (4-inch o.c.), -150.0
concrete EnergyGuard RA or EnergyGuard Ultra
. . PVCF-XF or PVCF-OB
Polyiso Insulation
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, . . . PVCF-HA, PVCF-LO (4-inch
C-241. concrete EnergyGuard RA or EnergyGuard Ultra 0OB500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board 0OB500 SBS-TA 0.¢.), PVCF-XF or PVCF-OB -180.0
Polyiso Insulation
One or more layer(s), Min. 1-inch . | . PVCF-HA, PVCF-LM (4-inch
c-242. i::ccrt;f' EnergyGuard Polyiso Insulation, 0B500 'V:'I"m:dzvi I;EC&:E:XUESOC;S‘;’;:I‘L”; 2:e;;?zfrii:’::d’ 0B500 SBS-TA 0.c.), PVCF-LO (4-incho.c), | -210.0
EnergyGuard Ultra Polyiso Insulation P P PVCF-XF or PVCF-OB
One or more layer(s), Min. 1.5-inch . \ . PVCF-HA, PVCF-LM (4-inch
C-243. iz::lccrt;rjl EnergyGuard RA or EnergyGuard Ultra 0OB500 gmnsgnfsli-:szr l?;;sBD::rdPrlme OfRECUROCK 0OB500 SBS-TA o.c.), PVCF-LO (4-inch o.c.), -240.0
Polyiso Insulation P PVCF-XF or PVCF-OB
. ) ) PVCF-HA, PVCF-LM (4-inch
C-244. i;::’ccrt;:" c(:)?itr:::al)(il\j;:d 1UI5t r';’CPZIET:JgIzS;Z;?OEA 0B500 Min. 0.25-inch DensDeck Prime 0B500 SBS-TA 0.c.), PVCF-LO (4-incho.c.), | -300.0
&y 4 PVCF-XF or PVCF-OB
SELF-ADHERING BASE PLY:
C-245. Structural | Min. 0.5-inch EnergyGuard Polyiso LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | LRF-M SBS-SA PVCF-LO (12-inch o.c.) -60.0
concrete Insulation
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, . . . PVCF-HA, PVCF-LO (4-inch
C-246. concrete EnergyGuard RA or EnergyGuard Ultra LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | LRF-M SBS-SA 0.c.), PYCEXF or PVCF-OB 180.0
Polyiso Insulation
C-247. Structural | Min. 1.5-inch EqgifjiRgard Polyiso A Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | LN ™ SBS-SA PVCF-LO, 12-inch o.c. -60.0
concrete Insulation, EnergyGuard RA Canister Canister
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, LRF-M . . . LRF-M PVCF-HA, PVCF-LO (4-inch
= 3 . .0.25- E - B R BS- -180.
C-248 concrete EnergyGuard RA or EnergyGuard Ultra Canister Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Canister SBS-SA o.c.), PVCF-XF or PVCF-OB 80.0
Polyiso Insulation
Structural Min. 0.5-inch EnergyGuard Polyiso
C-249. concrete Insulation, EnergyGuard Ultra Polyiso LRF-XF Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF SBS-SA PVCF-LO (12-inch o.c.) -60.0
Insulation
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NEmoO | etc.e
TABLE 38: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE AnD CAP PLY*
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck preses e MDP
ttac ac
No. Note 1 sf)*
(Note 1) Type Notes 6.7 8 Type Notes 6.7.8 Base Ply Cap Ply (psf)
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, . . . PVCF-HA, PVCF-LO (4-inch
C-250. concrete EnergyGuard RA or EnergyGuard Ultra LRF-XF Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF SBS-SA 0.¢.), PVCF-XF or PVCF-OB -180.0
Polyiso Insulation
c-251. Structural | Min. 0.5-inch EnergyGuard Polyiso 0B500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | OBS00 SBS-SA PVCF-LO (12-inch o.c.) -60.0
concrete Insulation
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, . . . PVCF-HA, PVCF-LO (4-inch
C-252. concrete EnergyGuard RA or EnergyGuard Ultra 0OB500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board 0OB500 SBS-SA 0.¢.), PVCF-XF or PVCF-OB -180.0
Polyiso Insulation

TABLE 3c: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-2: MECHANICALLY ATTACHED INSULATION, INDUCTION WELDED ROOF COVER

System Deck Insulation L: Attachment MDP
g ec nsulation Layer = Roof Cover (Note 15B)
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
Min. 2,500 psi One or more layers, Drill-Tec #14 DF Fas‘tenerf DI’I”—TEC‘ #IQD gasrengpRrill- 1 per 5.3 ft? (6 parts per 4 x 8 ft board) EverGuard PVC or EverGuard PVC KEE
C-253. structural concrete anv combination Tec #14 Fastener with Drill-Tec RhinoBond PVC XHD Plate N 17 induction welded -45.0*
uctu v or Drill-Tec PVC IW Plate (Note 17) u :
. i Drill-Tec #14 DF Fastener, Drill-Tec #14 HD Fastener or Drill-
C-254. Min. 2,500 psi Oneormore layers, | & 414 tactener with Drill-Tec RhinoBond PVC XHD Plate 24 x 48 inch grid EverGuard PVC or EverGuard PVC KEE 45.0
structural concrete any combination . induction welded.
or Drill-Tec PVC IW Plate
Drill-Tec #14 DF Fastener, Drill-Tec #14 HD Fastener or Drill-
Min. 2 i | ! E PV E PVC KEE
C-255. in. 2,500 psi Oneormorelayers, | . 414 Fastener with Drill-Tec RhinoBond PVC XHD Plate 24 x 24 inch grid EverGuard PVC or EverGuard PVC 67.5
structural concrete any combination . induction welded.
or Drill-Tec PVC IW Plate
. . Drill-Tec #14 DF Fastener, Drill-Tec #14 HD Fastener or Drill-
C-256. Min. 2,500 psi One ormore layers, |+ 414 Eactener with Drill-Tec RhinoBond PVC XHD Plate 16 x 24 inch grid EverGuard PVC or EverGuard PVC KEE -82.5
structural concrete any combination . induction welded.
or Drill-Tec PVC IW Plate
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NEmMO | etc.e

TABLE 3p: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER*

Sy;ie.m Roof Deck (Note 1) Primer Base Ply Roof Cover INLe::E:p Ply ;\gz;
C-257. Min. 2,500 psi structural concrete None None PVCF-LM (12-inch o.c.) or PVCF-LO (12-inch o.c.) -60.0
C-258. Min. 2,500 psi structural concrete Matrix™ 307 Premium Asphalt Primer SBS-AA or SBS-TA PVCF-LM (12-inch o.c.) or PVCF-LO (12-inch o.c.) -60.0
C-259. Min. 2,500 psi structural concrete Matrix™ 307 Premium Asphalt Primer SBS-AA or SBS-TA PVCF-HA, PVCF-LM (4-inch o.c.), PVCF-LO (4-inch o.c.), PVCF-XF or PVCF-OB -330.0
C-260. Min. 2,500 psi structural concrete None None PVCF-LM (4-inch o.c.) or PVCF-LO (4-inch o.c.) -337.5
C-261. Min. 2,500 psi structural concrete None None PVCF-XF -337.5
C-262. Min. 2,500 psi structural concrete Matrix™ 307 Premium Asphalt Primer None PVCF-HA -390.0
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

Base Sheet Roof Cover (Note 15) MDP
System Deck (Note 1) Lightweight Concrete (Note 14)
No. Type Fastener (Note 11) Attach Base Cap (psf)
PRE-EXISTENT CELLULAR LWC (NOTE 14A):
HYBRID SYSTEMS / EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK:
Pre-existent (re-roof only), min. 2-
Existi in. 22 T BV inch thick cellular lightweight GAFGLAS Strat t 7.5-inch t min. 2-inch PVCF-LMC,
XISting min. 22 ga., Type concrete X rataven Drill-Tec Base Sheet Fastener (1.7 in.) or 2 TUGD-€- at min. Zinc SBS-CA or ) ’
LWC-1. steel or min. 2,500 psi . . Nailable Venting Base . . laps and 7.5-inch o.c. in one PVCF-XF or -45.0
Compressive: 300 psi Drill-Tec Base Sheet Fastener E (1.7 in.) SBS-TA
structural concrete ] ! Sheet center row PVCF-OB
Withdrawal: Drill-Tec Base Sheet
Fastener (1.7): 88 Ibf
Pre-existent (re-roof only), min. 2-
inch thick cellular lightweight -i in. 2-i
Existing min. 22 ga., Type BV & & GAFGLAS Stratavent ) . 9-inch q.c. at m"t" Z-inch laps PVCF-LMC,
. h concrete X ) Drill-Tec Base Sheet Fastener (1.7 in.) or and 18-inch o.c. in two (2), SBS-CA or
LWC-2. steel or min. 2,500 psi . . Nailable Venting Base . . PVCF-XF or -45.0
Compressive: 300 psi Drill-Tec Base Sheet Fastener E (1.7 in.) equally spaced, staggered SBS-TA
structural concrete R i Sheet PVCF-OB
Withdrawal: Drill-Tec Base Sheet center rows
Fastener (1.7): 105 Ibf
GAFGLAS #75 Base
h Tri-Ply #75 B
Min. 22 ga., Type BV, Grade | Pre-existent, min. 2-inch thick sheet, Tri-Ply #75 Base . . .
” . . Sheet, GAFGLAS #80 X . 7-inch o.c. at min. 4-inch .
40; 6 ft spans; 5/8” puddle cellular lightweight concrete Ultima Base Sheet Drill-Tec Base Sheet Fastener (1.7 in.) las and 7-inch o.c. in two (Optional)
LWC-3. welds or #12 HWH Teks 5, Compressive: 340 psi ! or Drill-Tec Base Sheet Fastener E (1.7 P . ! SBS-AA or PVCF-HA -52.5
” . R ) . GAFGLAS Stratavent K . . . equally spaced, staggered
6” 0.c. or min. 2,500 psi Withdrawal: Drill-Tec Base Sheet X . in.) or Drill-Tec Locking Impact Nail SBS-TA
structural concrete Fastener (1.7): 60 Ibf Nallable Venting Bgs€ center rows
o Sheet, Ruberoid 20
Smooth
GAFGLAS #75 Base
. . . . ! Sheet, Tri-Ply #75 Base
Min. 22 ga., Type EV, Grade Pre—exlst.ent, m.ln. 2-inch thick Sheet, GAFGLAS #80 ' . 7-inch o.c. at min. 4-inch
40; 6 ft spans; 5/8” puddle cellular lightweight concrete ) Drill-Tec Base Sheet Fastener (1.7 in.) . .
. . Ultima Base Sheet, . laps and 7-inch o.c. in two, SBS-AA or PVCF-XF or
LWC-4. welds or #12 HWH Teks 5, Compressive: 340 psi or Drill-Tec Base Sheet Fastener E (1.7 -52.5
” . K ) . GAFGLAS Stratavent X . . . equally spaced, staggered SBS-TA PVCF-OB
6” o.c. or min. 2,500 psi Withdrawal: Drill-Tec Base Sheet X ) in.) or Drill-Tec Locking Impact Nail
structural concrete Fastener (1.7): 60 Ibf Naildig@Venting Base center rows
A Sheet, Ruberoid 20
Smooth
Fasteners located 3.75-inch
. from edge of sheet, and
2"0'2;3; g‘:};‘;"‘;i Sr::: Pre-existent, min. 3-inch thick fuberoid Moo Smogy | DriIFTeC XHD Fastener with Drill-Tec 2+ | spaced 12+inch o.c. within
” | PaANST | cellular lightweight concrete P 3/8 in. Barbed XHD Plate or Drill-Tec the min. 6.25-inch wide (Optional) PVCF-XF or
LWC-5. 5/8” puddle welds, 6” o.c. R . 1.5 or Ruberoid Mop . . -60.0
of min. 2.500 bsi structural Compressive: 180 psi Smooth Eyehook AccuSeam Plate, fastened laps. Laps sealed with min. SBS-TA PVCF-OB
" P Withdrawal: N/A through LWC to engage steel deck 4-inch wide heat-weld,
concrete I
encapsulating the fastener
row
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System X X Base Sheet Roof Cover (Note 15) MDP
4 Deck (Note 1) Lightweight Concrete (Note 14)
No. Type Fastener (Note 11) Attach Base Cap (psf)
Pre-existent (re-roof only), min. 2-
inch thick cellular lightweight - in. 3-i
Existing min. 22 ga., Type BV ghtwelg GAFGLAS Stratavent . . IR >R PVCF-LMC,
. ] concrete X . Drill-Tec Base Sheet Fastener (1.7 in.) or and 7-inch o.c. in two (2), SBS-CA or
LS steel or min. 2,500 psi Compressive: 300 psi Nailable Venting Base Drill-Tec Base Sheet Fastener E (1.7 in.) equally spaced, staggered SBS-TA PVCF-XF or 750
structural concrete ] P T P Sheet T qually sp » Stage PVCF-OB
Withdrawal: Drill-Tec Base Sheet center rows
Fastener (1.7): 88 Ibf
. Pre-existent (re-roof only), min. 2-
Min. 22 ga., Type BV, Grade |\ il cellular lightweight i . 7-inch o.c. at min. 4-inch
40; 6 ft spans; 5/8” puddle concrete Drill-Tec Base Sheet Fastener (1.7 in.) laps and 7-inch o.c. in two PVCE-HA
LWC-7. | welds or #12 HWH Teks 5, . ) Ruberoid 20 Smooth or Drill-Tec Base Sheet Fastener E (1.7 P . ! SBS-TA -82.5
" . R Compressive: 210 psi X . R . equally spaced, staggered or PVCF-XF
6” 0.c. or min. 2,500 psi ; . in.), Drill-Tec Locking Impact Nail
tructural X Withdrawal: Drill-Tec Base Sheet center rows
structural concrete Fastener (1.7): 95 Ibf
. Pre-existent (re-roof only), min. 2- .
Min. 22 ga., Type BV, Grade | . . . . GAFGLAS #80 Ultima . . .
,, inch thick cellular lightweight 7-inch o.c. at min. 4-inch
40; 6 ft spans; 5/8” puddie concrete Base Sheet or Drill-Tec Base Sheet Fastener (1.7 in.) laps and 7-inch o.c. in two PVCF-HA
LWC-8. | welds or #12 HWH Teks 5, . . GAFGLAS Stratavent . . A A P o ! SBS-TA -82.5
” ) R Compressive: 210 psi K . Drill-Tec Locking Impact Nail equally spaced, staggered or PVCF-XF
6” o0.c. or min. 2,500 psi ) ) Nailable Venting Base
tructural concret Withdrawal: Drill-Tec Base Sheet Sheet center rows
structural concrete Fastener (1.7): 95 Ibf ee
Drill-Tec #12 Fastener (steel only), Drill-Tec #12 DP
Fastener (steel only), Drill-Tec #14 Fastener or Drill-
Tec #14 HD Fastener with Drill-Tec 3” Steel Plate,
L . Pre-existent, min. 2-inch thick Drill-Tec 3” Flat Steel Plate, Drill-Tec 3” Standard 6-inch o.c. at min. 3.5-inch
Existing min. 22 ga.,-Type BV, cellular lightweight concrete GA.FGLAS Stra.tavent Steel Plate, Drill-Tec AccuTrac Flat Plate, Drill-Tec laps and 12-inch o.c. in three SBS-CA or PVCF-LMC,
LWC-9. Grade 33 steel or min. 2,500 L . Nailable Venting Base AccuTrac Recessed Plate, Drill-Tec 3 in. Ribbed PVCF-XF or -82.5
psi structural concrete Co.mpresswe. 200 psi Sheet Galvalume Plate (Flat) or Drill-Tec 3” Recessed Steel (3), equally spaced, staggered | SBS-TA PVCF-OB
Withdrawal: N/A Plate or Drill-Tec #12 DF Fastener (steel only) or center rows
Drill-Tec #14 DF Fastener with Drill-Tec 3” DF Steel
Insulation Plate fastened through LWC to engage
steel deck

TABLE 4B: LIGHTWEIGHT CONCRETE OVER STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER*
Lightweight Concrete (Note 14)

System MDP
Deck (Note 1 i i i Note 1 —
No. eck (Note 1) Type Min. Compressive Min. Roof Cover (Note 15) (psf)*

Strength (psi) Thick (in)

CEeLCORE (NOA 24-0906.02):
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:

in. 22 ga. B Deck treatment: Celcore S-1 Deck Preparation Slurr:
Min ga, Type BY, Grade 40 P y PVCF-LM (6-inch o.c.) or

LWC-10. steel; 6 ft spans, 5/8” puddle LWC: Celcore MF Cellular Concrete with Celcore HS Rheology Modifying Admixture 310 2 PVCF-LO (6-inch o.c.) -82.5
welds 6” o.c. Surface treatment: Celcore PVA Curing Compound -
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ PEER-GAF-008.B.R52 for FL3443-R63 (HVHZ)
Certificate of Authorization #32455 GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411 Revision 52: 08/17/2026

TOP OF PAGE Appendix 1, Page 128 of 168



NEmoO | etc.e
TABLE 48: LIGHTWEIGHT CONCRETE OVER STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER*

Lightweight Concrete (Note 14)
System MDP
No Deck (Note 1) o Min. Compressive Min. Roof Cover (Note 15) —sf =
’ ype Strength (psi) Thick (in)
Min. 22 ga., Type BV, Grade 40 | Deck treatment: Celcore S-1 Deck Preparation Slurry
LWC-11. steel; 6 ft spans, 5/8” puddle LWC: Celcore MF Cellular Concrete with Celcore HS Rheology Modifying Admixture 310 2 PVCF-OB -82.5
welds 6” o.c. Surface treatment: Celcore PVA Curing Compound
ELASTIZELL (NOA 23-0817.05):
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
Min. 22 ga., 33 ksi, Type BV
LWC-12. (0.5%) steel; 6 ft spans, 5/8” Elastizell 160 3 PVCF-OB -60.0
puddle welds 6” o.c.
MEARLCRETE (NOA 24-0514.06):
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
Min. 22 ga., Type BV, Grade 33 :
. . PVCF-LM (4-inch o.c.) or
LWC-13. steel; Gjt spans, 5/8” puddle Mearlcrete 300 2 PVCF-LO (4-inch 0.c) 52.5
welds 6” o.c.
Min. 22 ga., Type BV, Grade 33
LWC-14. steel; 6 ft spans, 5/8” puddle Mearlcrete 300 2 PVCF-OB -52.5
welds 6” o.c.
Min. 22 ga., Type BV, Grade 33
LWC-15. steel; 6 ft spans, 5/8” puddle Mearlcrete 290 2 PVCF-OB -52.5
welds 6” o.c.
SIPLAST INSULCEL-PB (NOA 23-1219.03):
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
Min. 22 ga., Type B, Grade 80
LWC-16. steel; 6 ft spans, 5/8” puddle Insulcel-PB Cellular Lightweight Insulating Concrete 330 2 PVCF-OB -67.5
welds 6” o.c.
PRE-EXISTENT CELLULAR LWC (NOTE 14A):
EVERGUARD PVC OR EVERGUARD PVC KEE APPLICATIONS:
Pre-existent, min. 2-inch thick cellular lightweight concrete
Min. 22 ga., Type BV, Grade 50 | Withdrawal: PVC-BA, PVC-BA-H, PVC-
LWC-17. steel; 6 ft spans, 5/8” puddle Drill-Tec Base Sheet Fastener (1.7): 76 Ibf 200 2 QL, PVC-QS, PVCF-0B, -90.0
welds 6” o.c. Drill-Tec Locking Impact Nail (1.4): 85 Ibf PVCF-WB or PVCF-XF
Drill-Tec Locking Impact Nail (1.8): 92 Ibf
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
Min. 22 ga., Type BV,'Grade 33 Pre-existent, min. 2-inch thick cellular lightweight concrete
LWC-18. steel; 6 ft spans, 5/8-inch . X 180 2 PVCF-OB -52.5
” Withdrawal: Drill-Tec Base Sheet Fastener (1.7): 97 Ibf
puddle welds, 6” o.c.
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER*
Lightweight Concrete (Note 14)

System MDP
yNo Deck (Note 1) o Min. Compressive Min. Roof Cover (Note 15) ?
yp Strength (psi) Thick (in)

CELCORE (NOA 24-0906.02):

EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
LWC-19. Structural concrete | Celcore Cellular Concrete 200 2 PVCF-LM (4-inch o.c.) or PVCF-LO (4-inch o.c.) -300.0
LWC-20. Structural concrete | Celcore Cellular Concrete 200 2 PVCF-OB -300.0
CONCRECEL (NOA 21-1229.06):

EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
LWC-21. Structural concrete | Concrecel 200 2 PVCF-LM (4-inch o.c.) or PVCF-LO (4-inch o.c.) -225.0
LWC-22. Structural concrete | Concrecel 200 2 PVCF-OB -225.0
ELASTIZELL (NOA 23-0817.05):

EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
LWC-23. Structural concrete | Elastizell 220 2 PVCF-OB -200.0
LWC-24. Structural concrete | Elastizell 200 2 PVCF-LM (4-inch o.c.) or PVCF-LO (4-inch o.c.) -210.0
SIPLAST INSULCEL (NOA 23-1219.03):

EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:

LWC-25. Structural concrete | Insulcel 200 2 PVCF-LM (4-inch o.c.) or PVCF-LO (4-inch o.c.) -270.0
LWC-26. Structural concrete Insulcel 200 2 PVCF-OB -270.0
LWC-27. Structural concrete | Insulcel-PB Cellular Lightweight Insulating Concrete 330 2 PVCF-OB -302.5

MEARLCRETE (NOA 24-0514.06):
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
LWC-28. Structural concrete | Mearlcrete 290 2 PVCF-OB -205.0
LWC-29. Structural concrete | Mearlcrete 200 2 PVCF-LM (4-inch o.c.) or PVCF-LO (4-inch o.c.) -270.0
PRE-EXISTENT CELLULAR LWC (NOTE 14A):
PVC QuICK SPRAY ADHESIVE APPLICATIONS:

PVC-QS; total wet rate 4 Ibs/square; contact
230 2 application with % to substrate and % to -112.5
membrane backside

Pre-existent, min. 2-inch thick cellular lightweight concrete

Structural concrete
uetu Withdrawal: Drill-Tec Base Sheet Fastener (1.7): 85 Ibf

LWC-30.

Note: | The reported MDP is the allowable maximum design pressure of the new roof cover adhered to the pre-existent LWC, and is irrespective of the performance of the pre-existent LWC (See Note
12). The deck and pre-existent LWC shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:

Pre-existent, min. 2-inch thick cellular lightweight concrete i
LWC-31. Structural concrete ) X 180 2 PVCF-LM (4-inch o.c.) -92.5
Withdrawal: Drill-Tec Base Sheet Fastener (1.7): 97 Ibf

Pre-existent, min. 2-inch thick cellular lightweight concrete i
LWC-32. Structural concrete ) X 180 2 PVCF-LO (4-inch o.c.) -112.5
Withdrawal: Drill-Tec Base Sheet Fastener (1.7): 97 Ibf

©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ PEER-GAF-008.B.R52 for FL3443-R63 (HVHZ)
Certificate of Authorization #32455 GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411 Revision 52: 08/17/2026
TOP OF PAGE Appendix 1, Page 130 of 168



NEmMO | etc.e
TABLE 4c: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER*

Lightweight Concrete (Note 14)
System MDP
No Deck (Note 1) o Min. Compressive Min. Roof Cover (Note 15) —sf 2
) ype Strength (psi) Thick (in)
Pre-existent, min. 2-inch thick cellular lightweight concrete
LWC-33. Structural concrete 180 2 PVCF-OB -102.5
Withdrawal: Drill-Tec Base Sheet Fastener (1.7): 97 Ibf
Pre-existent, min. 2-inch thick cellular lightweight concrete
Withdrawal: PVC-BA, PVC-BA-H, PVC-QL, PVC-QS, PVCF-OB
LWC-34. Structural concrete Dr!II-Tec BaseISheet Fasten?r (1.7): 76 Ibf 200 2 PVCE-WB or PVCE-XF -190.0
Drill-Tec Locking Impact Nail (1.4): 85 Ibf
Drill-Tec Locking Impact Nail (1.8): 92 Ibf

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ PEER-GAF-008.B.R52 for FL3443-R63 (HVHZ)
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS — NEW or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

Base Insulation Layer

Top Insulation Layer

NEmoO | etc.e

Tec Purlin Fastener; 3 parts per bearing.

of insulation

System Deck MDP
Roof Cover (Note 15 o
No. (Note 1 and Note 12) Type GiEEC Type Gl L (psf)*
(Notes 6,7,8) (Notes 6,7,8)
EVERGUARD PVC OR EVERGUARD PVC KEE / EVERGUARD #2331 BONDING ADHESIVE OR EVERGUARD #2331 BONDING ADHESIVE H APPLICATIONS:
(Optional) Additional layers base insulation, flat or
tapered, min. 0.25-inch DensDeck Prime, DEXcell FA
Glass Mat Roof Board or SECUROCK Gypsum-Fiber
Existing min. 2-inch Tectum Min. 1-inch EnergyGuard Polyiso Insulation, Roof Board or min. 0.5-inch EnergyGuard HD Polyiso
e Plank or Tectum LS Plank EnergyGuard RA 08500 Cover Board or EnergyGuard HD Plus Polyiso Cover 08500 PVC-BA or PVC-BA-H -45.0
Board or min. 1.5-inch EnergyGuard Polyiso-HD
Composite Insulation or Ultra HD Composite
Insulation
New or existing (reroof) Min. 2-inch . . . . 0OB500, 6-inch
Tectum | Plank at max 3 ft spans attached Min. 2-inch EnergyGuard Polyiso Insulation ' . . A . . 0B500, 6-
CWEF-2. ’ " : ) ) o.c. to back-side Optional) Additional layers of base insulation . PVC-BA or PVC-BA-H -82.5
with OMG 2 Galvalume Plate and Drill- or EnergyGuard Ultra Polyiso Insulation A . (Op ) t4 inch o.c.
Tec Purlin Fastener; 3 parts per bearing. of insulation
New or existing (reroof) Min. 2-inch 0B500, 6-inch Min. 0.25-inch DensDeck Prime or SECUROCK
Min. 2-inch EnergyGuard Polyiso Insulation, ' ) . ) . 0OB500, 6-
CWF-3. Te.crt]um | Plank alt mlax 3ft|5pans Zttac.ned gy . 4 . o.c. to back-side Gypsum-Fiber Roof Board or min. 2-inch . PVC-BA or PVC-BA-H -127.5
with OMG 2” Galvalume Plate and Drill- EnergyGuard Ultra Polyiso Insulation . . ) ) incho.c.
Tec Purlin Fastener; 3 parts per bearing. of insulation EnegyGuard Ultra Polyiso Insulation
EVERGUARD PVC / EVERGUARD PVC QuICK LAY ADHESIVE APPLICATIONS:
(Optional) Additional layers base insulation, flat or
tapered, min. 0.25-inch DensDeck Prime or SECUROCK
Existing min. 2-inch Tectum Min. 1-inch EnergyGuard Polyiso Insulation Gypsum-Fiber Roof Board or min. 0.5-inch
CWF-4. lank lank d OB500 EnergyGuard HD Polyiso Cover Board or EnergyGuard OB500 PVC-QL -45.0
Plank or Tectum LS Plan or EnergyGuard RA HD Plus Polyiso Cover Board or min. 1.5-inch
EnergyGuard Polyiso-HD Composite Insulation or Ultra
HD Composite Insulation
New or existing (reroof) Min. 2-inch . . X X OB500, 6-inch
Tectum | Plank at max 3 ft spans attached Min. 2-inch EnergyGuard Polyiso Insulation . . . . . 0OB500, 6-
CWEF-5. ! ” : ) ) o.c. to back-side Optional) Additional layers of base insulation ) PVC-QL -90.0
with OMG 2” Galvalume Plate and Drill- or EnergyGuard Ultra Polyiso Insulation A . (Op ) 4 inch o.c. Q
Tec Purlin Fastener; 3 parts per bearing. of insulation
New or existing (reroof) Min. 2-inch ) ) ) . 0B500, 6-inch Min. 0.25-inch DensDeck Prime or SECUROCK
Tectum | Plank at max 3 ft spans attached Min. 2-inch EnergyGuard Polyiso Insulation, . . . R 0OB500, 6-
CWF-6. th ” Galval | " . . o.c. to back-side Gypsum-Fiber Roof Board or min. 2-inch ) PVC-QL -127.5
with OMG 2 Galvalume Plate and Drill- EnergyGuard Ultra Polyiso Insulation . X . . inch o.c.
Tec Purlin Fastener; 3 parts per bearing. of insulation EnegyGuard Ultra Polyiso Insulation
PVC QuICK SPRAY ADHESIVE APPLICATIONS:
(Optional) Additional layers base insulation, flat or
tapered, min. 0.25-inch DensDeck Prime or min. 0.5-
. . R Min. 1-inch EnergyGuard Polyiso Insulation inch EnergyGuard HD Polyiso Cover Board or
CWEF-7. Existing min. 2-inch Tectum or EnergyGuard RA OB500 EnergyGuard HD Plus Polyiso Cover Board or min. 1.5- 0OB500 PVC-QS -45.0
inch EnergyGuard Polyiso-HD Composite Insulation or
Ultra HD Composite Insulation
New or existing (reroof) Min. 2-inch . . X . OB500, 6-inch
Tectum | Plank at max 3 ft spans attached Min. 2-inch EnergyGuard Polyiso Insulation R . . . . 0B500, 6-
CWF-8. ) ” : A ) o.c. to back-side Optional) Additional layers of base insulation . PVC-QS -90.0
with OMG 2 Galvalume Plate and Drill- or EnergyGuard Ultra Polyiso Insulation (Op ) Y inch o.c. Q
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS — NEW or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

- e Base Insulation Layer Top Insulation Layer MDP
ystem ec
Roof (Note 15)
No. (Note 1 and Note 12) Type Attach Type Attach oof Cover (Note (psf)*
(Notes 6,7,8) Notes 6,7,8
New or existing (reroof) Min. 2-inch - in. 0.25-i i
CWE-g, | Tectum!Plank at max3 ftspans attached | Min. 2-inch EnergyGuard Polyiso Insulation, 22533 Ibgcll?-cs?de g InsgnfiilgzrQ;;SBD::rdP:rmnfi: ri?:cL:\ROCK O0B500,6- | oy s -1275
" | with OMG 2” Galvalume Plate and Drill- EnergyGuard Ultra Polyiso Insulation o . vp ) ; inch o.c. ’
Tec Purlin Fastener; 3 parts per bearing. of insulation EnegyGuard Ultra Polyiso Insulation
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
Existing min. 2-inch Tectum Min. 1-inch EnergyGuard Polyiso Insulation . . . . .
WEF-10. LRF-M 1) A I | LRF-M PVCF-LM (12-inch o.c. -45.
¢ 0 Plank or Tectum LS Plank or EnergyGuard Ultra Polyiso Insulation (Optional](@lition= NG Pa>Rggsulation ¢ (12-inch o.c) >0
. . ) . Additional optional layers base insulation
- ) ) (Optional) Min. 1-inch EnergyGuard Polyiso ) )
Existing min. 2-inch Tectum . . followed by min. 0.25-inch DEXcell FA Glass .
WEF-11. | | E Itra Pol LRF-M LRF-M PVCF-LM (12-inch o.c. -45.
¢ Plank or Tectum LS Plank nsu at!on or EnergyGuard Ultra Polyiso Mat Roof Board or SECUROCK Gypsum-Fiber ¢ (12-inch o.c) >0
Insulation
Roof Board
Existing min. 2-inch Tectum Min. 1-inch EnergyGuard Polyiso Insulation, . D . . .
CWF-12. Plank or Tectum LS Plank EnergyGuard RA 0OB500 (Optional) Additional layers base insulation 0OB500 PVCF-LO (12-inch o.c.) -45.0
L . . . . ) . Additional optional layers base insulation
CWp-13, | EXisting min. 2-inch Tectum (Optional) Min. 1-inch EnergyGuard Polyiso | ypc0, followed by min. 0.25-inch SECUROCK Gypsum- | OB500 PVCF-LO (12-inch o.c.) -45.0
Plank or Tectum LS Plank Insulation, EnergyGuard RA K
Fiber Roof Board
New or existing (reroof) Min. 2-inch 0B500, 6-inch PVCF-LM 4-inch o.c., PVCF-
Min. 2-inch E Polyiso Insulati ’ : . - . ) B500, 6- ) ’
CWF-14, | Tectum! Pla,f‘k at max 3 ft spans attached in. 2-inch EnergyGuard .o viso nSl.J P o.c. to back-side (Optional) Additional layers of base insulation O >00, 6 LO 4-inch o.c., PVCF-LMC, -67.5
with OMG 2 Galvalume Plate and Drill- or EnergyGuard Ultra Polyiso Insulation A . inch o.c.
Tec Purlin Fastener; 3 parts per bearing. of insulation PVCF-OB or PVCF-XF
New or existing (reroof) Min. 2-inch ) ) . . 0B500, 6-inch Min. 0.25-inch DensDeck Prime or SECUROCK PVCF-LM 4-inch o.c., PVCF-
Tectum | Plank at max 3 ft spans attached Min. 2-inch EnergyGuard Polyiso Insulation, . . . K 0OB500, 6- .
CWEF-15. ] ” ; . K o.c. to back-side Gypsum-Fiber Roof Board or min. 2-inch . LO 4-inch o.c., PVCF-LMC, -127.5
with OMG 2” Galvalume Plate and Drill- EnergyGuard Ultra Polyiso Insulation A . . . inch o.c.
Tec Purlin Fastener; 3 parts per bearing. of insulation EnegyGuard Ultra Polyiso Insulation PVCF-OB or PVCF-XF

TABLE 58: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

System No. Deck (Note 1) Primer Roof Cover (Note 15) MDP (psf)
CWE-16. Min. 2-inch Tectum Plank None PVCF-OB or PVCF-XF -502.5
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TABLE 6A: GYPSUM DECKS - REROOF (TeEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

(RerFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS)

NEmoO | etc.e

Deck Base Insulation Layer Top Insulation Layer
System MDP
No (Note 1 and Note T Attach . Attach Roof Cover (Note 15) | oy
’ 12) ype (Notes 6,7,8) L (Notes 6,7,8)
EVERGUARD PVC OR EVERGUARD PVC KEE / EVERGUARD #2331 BONDING ADHESIVE OR EVERGUARD #2331 BONDING ADHESIVE H APPLICATIONS:
Existin Min. 0.25-inch DensDeck Prime or DEXcell FA
G-1. 5 Min. 2-inch, min. 2.0 pcf, Insulfoam Roofing EPS 0OB500 Glass Mat Roof Board or min. 0.5-inch 0OB500 PVC-BA or PVC-BA-H -120.0
gypsum deck R
EnergyGuard HD Polyiso Cover Board
L (Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . . .
G2. Existing Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OB500 - 0-25-inCRggnsDeck T{Qe Sggin. 0.5 0B500 PVC-BA or PVC-BA-H | -130.0
gypsum deck . inch EnergyGuard HD Polyiso Cover Board
Insulation
. . . Min. 0.25-inch DEXcell FA GI Mat Roof
Existin (Optional) One or more layer(s), min. 0.5-inch EnergyGuard Bolzr(;)orSS?CcUROCIEeG squa-T:sibef;oz?Board
G-3. g Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso OB500 X X P . OB500 PVC-BA or PVC-BA-H -135.0
gypsum deck . or min. 0.5-inch EnergyGuard HD Polyiso
Insulation
Cover Board
L (Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . .
G-4. Existing Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso OB500 Min. 1'5. inch Ener.gyGuard Polyiso-HD OB500 PVC-BA or PVC-BA-H -165.0
gypsum deck . Composite Insulation
Insulation
. One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . .
E . 1) Min. 1.5-inch Ultra HD
GS. Xisting Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso 0B500 (Optional) Min. 1.5-inch Ultra HD Composite | 55, PVC-BA or PVC-BA-H | -180.0
gypsum deck . Insulation
Insulation
Existi
G-6. g;s:::nri deck (Optional) Min. 0.5-inch EnergyGuard Ultra Polyiso Insulation OB500 Min. 1.5-inch Ultra HD Composite Insulation 0OB500 PVC-BA or PVC-BA-H -187.5
67, Existing One or more layer(s), M|n. 1-inch .EnergyGuard Polyiso Insulation, OB500 None N/A PVC-BA or PVC-BA-H 2100
gypsum deck EnergyGuard Ultra Polyiso Insulation or EnergyGuard RA
EVERGUARD PVC / EVERGUARD PVC QuUICK LAY ADHESIVE APPLICATIONS:
Existing . . . . Min. 0.25-inch DensDeck Prime or min. 0.5-
-8. Min. 2-inch .2, ) R EP B . . B PVC-QL -120.
G-8 aypsum deck in. 2-inch, min. 2.0 pcf, Insulfoam Roofing EPS 0OB500 inch EnergyGuard HD Polyiso Cover Board 0OB500 c-Ql 0.0
- (Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . . .
E Min. 0.25-inch DensDeck P .0.5-
G9. Xisting Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OB500 Min. 0.25-inch DensDeck Prime or min. 0.5 0B500 pvC-QL -130.0
gypsum deck . inch EnergyGuard HD Polyiso Cover Board
Insulation
. (Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . .
G-10. Existing Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso OB500 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof OB500 PVC-QL -135.0
gypsum deck ; Board
Insulation
- (Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . .
E .1.5- E -HD
erilil, Xisting Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OB500 Min. 1.5-inch EnergyGuard Polyiso-H 0B500 pVC-QL -165.0
gypsum deck Insulation Composite Insulation
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TABLE 6A: GYPSUM DECKS - REROOF (TeEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
(RerFerR TO NOTE 16C FOR VAPOR BARRIER OPTIONS)

NEmoO | etc.e

Deck Base Insulation Layer Top Insulation Layer
System MDP
No (Note 1 and Note T Attach . Attach Roof Cover (Note 15) (0sf)*
’ 12) L (Notes 6,7,8) L (Notes 6,7,8)
. One or more layer(s), min. 0.5-inch EnergyGuard Polyiso . . . .
G-12. Existing Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso OB500 (OptIOI:la|) Min. 1.5-inciggira HOR@gEposite OB500 PVC-QL -180.0
gypsum deck . Insulation
Insulation
Existi
G-13. g:IpS:Lnn% deck (Optional) Min. 0.5-inch EnergyGuard Ultra Polyiso Insulation OB500 Min. 1.5-inch Ultra HD Composite Insulation 0OB500 PVC-QL -187.5
G-14. Existing One or more layer(s), min. 1-inch EnergyGuard Polyiso Insulation OB500 None N/A pvC-QL 2100
gypsum deck or EnergyGuard RA
PVC QuUICK SPRAY ADHESIVE APPLICATIONS:
Existing . . . ) Min. 0.25-inch DensDeck Prime or min. 0.5-
G-15. gypsum deck Min. 2-inch, min. 1.8 pcf (Type IX), Insulfoam Roofing EPS OB500 inch EnergyGuard HD Polyiso Cover Board 0OB500 PVC-QS -120.0
L (Optional) One or more layer(s), min. 0.5-inch EnergyGuard R . . R
E . . . Min. 0.25-inch DensDeck P .0.5-
G-16. xisting Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso | OB500 Min. 0.25-inch DERgeck Prime or min. 0.3 0B500 PVC-QS -130.0
gypsum deck . inch EnergyGuard HD Polyiso Cover Board
Insulation
L (Optional) One or more layer(s), min. 0.5-inch EnergyGuard . . .
G-17. Existing Polyiso Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso OB500 Min. 1'5. h Ener.gyGuard Polyiso-HD OB500 PVC-QS -165.0
gypsum deck : Composite Insulation
Insulation
Existin One or more layer(s), min. 0.5-inch EnergyGuard Polyiso
G-18. suri deck Insulation, EnergyGuard RA or EnergyGuard Ultra Polyiso 0OB500 Min. 1.5-inch Ultra HD Composite Insulation 0OB500 PVC-QS -180.0
Eyp Insulation
Existi
G-19. g;s::]nri deck (Optional) Min. 0.5-inch EnergyGuard Ultra OB500 Min. 1.5-inch Ultra HD Composite Insulation 0OB500 PVC-QS -187.5
G-20. Existing One or more layer(s), min. 1-inch EnergyGuard Polyiso Insulation OB500 None N/A PVC-QS 2100
gypsum deck or EnergyGuard RA
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TABLE 68: GYPSUM DECKS - REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

G Deck Base Insulation Layer — Top Insulation Layer - Roof Cover MDP
ac ac o
No. (Note 1) Type Fasten (Note 11) Noto 17 Type Notes 6.7 8 (Note 15) (psf)
EVERGUARD PVC OR EVERGUARD PVC KEE / EVERGUARD #2331 BONDING ADHESIVE OR EVERGUARD #2331 BONDING ADHESIVE H APPLICATIONS:
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with . . . .
G-21. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 1 per Min. 0.5-inch EnergyGu.ard Polyls? Insulation, LRF-M PVC-BA or PVC-BA-H -45.0%*
. . ; 2.0ft? | EnergyGuard Ultra Polyiso Insulation
deck Insulation (Min. 2-inch embedment)
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with . . . .
G-22. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 1 per Min. 0.5-inch EnergyGu?rd Pon|59 Insulation, LRF-M PVC-BA or PVC-BA-H -45.0*
. . . 2.9 ft? EnergyGuard Ultra Polyiso Insulation
deck Insulation (Min. 2-inch embedment)
Optional min. 0.5-inch EnergyGuard Polyiso Insulation,
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per EnergyGuard Ultra Polyiso Insulation followed by min.
G-23. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 202 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Roof LRF-M PVC-BA or PVC-BA-H -45.0*
deck Insulation (Min. 2-inch embedment) ' Board or SECUROCK Gypsum-Fiber Roof Board or min.
0.5-inch EnergyGuard HD Polyiso Cover Board
Optional min. 0.5-inch EnergyGuard Polyiso Insulation,
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per EnergyGuard Ultra Polyiso Insulation followed by min.
G-24. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 292 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Roof LRF-M PVC-BA or PVC-BA-H -45.0*
deck Insulation (Min. 2-inch embedment) ’ Board or SECUROCK Gypsum-Fiber Roof Board or min.
0.5-inch EnergyGuard HD Polyiso Cover Board
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with iR Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat
G-25. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 322 Roof Board or SECUROCK Gypsum-Fiber Roof Board or LRF-M PVC-BA or PVC-BA-H -45.0*
deck Insulation (Min. 2-inch embedment) : min. 0.5-inch EnergyGuard HD Polyiso Cover Board
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with . . . .
G-26. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 1 per iy 0-5-inch EnergyGu?rd POWIS(.) Insulation, OB500 PVC-BA or PVC-BA-H -45.0*
. X . 2.0 ft? EnergyGuard Ultra Polyiso Insulation
deck Insulation (Min. 2-inch embedment)
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with . . . .
G-27. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 1 per Min. 0.5-inch EnergyGu'ard Pon|sc'> Insulation, 0OB500 PVC-BA or PVC-BA-H -45.0*
. . ; 2.9ft2 | EnergyGuard Ultra Polyiso Insulation
deck Insulation (Min. 2-inch embedment)
Optional min. 0.5-inch EnergyGuard Polyiso Insulation
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per or EnergyGuard Ultra Polyiso Insulation followed by
G-28. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 20 ft2 min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat 0OB500 PVC-BA or PVC-BA-H -45.0*
deck Insulation (Min. 2-inch embedment) ' Roof Board or SECUROCK Gypsum-Fiber Roof Board or
min. 0.5-inch EnergyGuard HD Polyiso Cover Board
Optional min. 0.5-inch EnergyGuard Polyiso Insulation
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per or EnergyGuard Ultra Polyiso Insulation followed by
G-29. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 29 min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat OB500 PVC-BA or PVC-BA-H -45.0*
deck Insulation (Min. 2-inch embedment) ' Roof Board or SECUROCK Gypsum-Fiber Roof Board or
min. 0.5-inch EnergyGuard HD Polyiso Cover Board
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat
G-30. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate e Roof Board or SECUROCK Gypsum-Fiber Roof Board or OB500 PVC-BA or PVC-BA-H -45.0*
deck Insulation (Min. 2-inch embedment) ' min. 0.5-inch EnergyGuard HD Polyiso Cover Board
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TABLE 68: GYPSUM DECKS - REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

G Deck Base Insulation Layer — Top Insulation Layer - Roof Cover MDP
ac ac o
No. (Note 1) Type Fasten (Note 11) Noto 17 Type Notes 6.7 8 (Note 15) (psf)
EVERGUARD PVC / EVERGUARD PVC QUICK LAY ADHESIVE APPLICATIONS:
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per
G-31. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 00 Min. 0.5-inch EnergyGuard Polyiso Insulation LRF-M PVC-QL -45.0%*
deck Insulation (Min. 2-inch embedment) )
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per
G-32. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 292 Min. 0.5-inch EnergyGuard Polyiso Insulation LRF-M PVC-QL -45.0*
deck Insulation (Min. 2-inch embedment) '
Optional min. 0.5-inch EnergyGuard Polyiso Insulation,
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per EnergyGuard Ultra Polyiso Insulation followed by min.
G-33. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 202 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber LRF-M PVC-QL -45.0*
deck Insulation (Min. 2-inch embedment) ' Roof Board or min. 0.5-inch EnergyGuard HD Polyiso
Cover Board
Optional min. 0.5-inch EnergyGuard Polyiso Insulation,
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per EnergyGuard Ultra Polyiso Insulation followed by min.
G-34. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 292 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber LRF-M PVC-QL -45.0*
deck Insulation (Min. 2-inch embedment) ’ Roof Board or min. 0.5-inch EnergyGuard HD Polyiso
Cover Board
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with iR Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-
G-35. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 322 Fiber Roof Board or min. 0.5-inch EnergyGuard HD LRF-M PVC-QL -45.0*
deck Insulation (Min. 2-inch embedment) \ Polyiso Cover Board
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1
G-36. gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 202 Min. 0.5-inch EnergyGuard Polyiso Insulation 0OB500 PVC-QL -45.0*
deck Insulation (Min. 2-inch embedment) '
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per
G-37. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 20 ft2 Min. 0.5-inch EnergyGuard Polyiso Insulation 0OB500 PVC-QL -45.0*
deck Insulation (Min. 2-inch embedment) )
Optional min. 0.5-inch EnergyGuard Polyiso Insulation
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per or EnergyGuard Ultra Polyiso Insulation followed by
G-38. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 20 ft2 min. 0.25-inch DensDeck Prime or SECUROCK Gypsum- 0OB500 PVC-QL -45.0*
deck Insulation (Min. 2-inch embedment) ' Fiber Roof Board or min. 0.5-inch EnergyGuard HD
Polyiso Cover Board
Optional min. 0.5-inch EnergyGuard Polyiso Insulation
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per or EnergyGuard Ultra Polyiso Insulation followed by
G-39. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 29 min. 0.25-inch DensDeck Prime or SECUROCK Gypsum- OB500 PVC-QL -45.0*
deck Insulation (Min. 2-inch embedment) ' Fiber Roof Board or min. 0.5-inch EnergyGuard HD
Polyiso Cover Board
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-
G-40. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate e Fiber Roof Board or min. 0.5-inch EnergyGuard HD OB500 PVC-QL -45.0*
deck Insulation (Min. 2-inch embedment) ' Polyiso Cover Board
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TABLE 68: GYPSUM DECKS - REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck i R P i or— Roof Cover MDP
No. (Note 1) ac ac (Note 15) (psf)*
Type Fasten (Note 11) et Type R
PVC QuUICK SPRAY ADHESIVE APPLICATIONS:
Existing . . . Drill-Tec Polymer Gyptec with
Min. 1.5-inch E Guard Pol 1
G-41. gypsum n A inch Energyfuard Folylso Drill-Tec 3” Gyptec Plate (Min. per Min. 0.5-inch EnergyGuard Polyiso Insulation LRF-M PVC-QS -45.0*
Insulation, EnergyGuard Ultra . 2.0 ft2
deck 2-inch embedment)
Existing . . . Drill-Tec Polymer Gyptec with
Min. 2-inch E Guard Pol 1
G-42. gypsum n ‘|nc nergylsuard Folyiso Drill-Tec 3” Gyptec Plate (Min. per Min. 0.5-inch EnergyGuard Polyiso Insulation LRF-M PVC-QS -45.0*
Insulation, EnergyGuard Ultra . 2.9 ft2
deck 2-inch embedment)
Existing . . . Drill-Tec Polymer Gyptec with Optional min. 0.5-inch EnergyGuard Polyiso Insulation,
G-43. gypsum ll\:;r;.lalt.iSOrl]n;:::erngg:JdarJiltl:;)lylso Drill-Tec 3” Gyptec Plate (Min. Zlg(:trz EnergyGuard Ultra followed by min. 0.25-inch DensDeck LRF-M PVC-QS -45.0*
deck ! gy 2-inch embedment) ’ Prime or min. 0.5-inch EnergyGuard HD Polyiso Cover Board
Existing . . . Drill-Tec Polymer Gyptec with Optional min. 0.5-inch EnergyGuard Polyiso Insulation,
Min. 2-inch E Pol 1
G-44. gypsum In;:IatiI:: Enr;errgéiﬁ;dwfrzlso Drill-Tec 3” Gyptec Plate (Min. 5 gp(:trz EnergyGuard Ultra followed by min. 0.25-inch DensDeck LRF-M PVC-QS -45.0*
deck ! gy 2-inch embedment) i Prime or min. 0.5-inch EnergyGuard HD Polyiso Cover Board
Existing Min. 2-inch EnergyGuard Polyiso Dr!II—Tec P?Iymer Gyptec Wlt.h 1 per Min. 0.25-inch DensDeck Prime or min. 0.5-inch
G-45. gypsum . Drill-Tec 3” Gyptec Plate (Min. . LRF-M PVC-QS -45.0*
Insulation, EnergyGuard Ultra . 3.2 ft? EnergyGuard HD Polyiso Cover Board
deck 2-inch embedment)
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per
G-46. gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate (Min. 5 gftz Min. 0.5-inch EnergyGuard Polyiso Insulation OB500 PVC-QS -45.0*
deck Insulation 2-inch embedment) ’
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per
G-47. gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate (Min. 5 gpftl Min. 0.5-inch EnergyGuard Polyiso Insulation OB500 PVC-QS -45.0*
deck Insulation 2-inch embedment) .
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with Optional min. 0.5-inch FtnergyGua'rd Polyiso Insulatpn or
G-48 gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate (Min 1 per EnergyGuard Ultra Polyiso Insulation followed by min. 0.25- 0OB500 PVC-QS -45.0%
’ 7 g . 2.0 ft2 inch DensDeck Prime or min. 0.5-inch EnergyGuard HD ’
deck Insulation 2-inch embedment) .
Polyiso Cover Board
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 er S::ronglu?rlg&tsr:r;cc: Ei,:::i:fll;iir:nplel\ll:vtelzssIar:?nn grzs_
G-49. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate (Min. P . gy . viso. R v o OB500 PVC-QS -45.0*
. . 2.9 ft2 inch DensDeck Prime or min. 0.5-inch EnergyGuard HD
deck Insulation 2-inch embedment) .
Polyiso Cover Board
Existing . . ) Drill-Tec Polymer Gyptec with ) . ) ) .
6-50. gypsum Min. 2 llnch EnergyGuard Polyiso Drill-Tec 3” Gyptec Plate (Min. 1 per Min. 0.25-inch DensD‘eck Prime or min. 0.5-inch 08500 PVC-QS 45,0
Insulation, EnergyGuard Ultra . 3.2 ft2 EnergyGuard HD Polyiso Cover Board
deck 2-inch embedment)
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
. . . . . . o | " bination, Min. 0.5-inch
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per E::rorg:jz:z szr:Zoal:ZSg:i‘o:aErI\Z: GltTard Ull:rca PVCF-WB, PVCF-LM
G-51. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate P ) .gy . 4 ) , &Y . LRF-M (12-inch o.c.) or PVCF- | -45.0*
deck Insulation (Min. 2-inch embedment) 2.0 ft Polyiso Insulation or Min. 0.25-inch DensDeck Prime or LO (12-inch o.c.)
' SECUROCK Gypsum-Fiber Roof Board o
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TABLE 68: GYPSUM DECKS - REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck i R P i or— Roof Cover MDP
No. (Note 1) ac ac (Note 15) (psf)*
ote Type Fasten (Note 11) et Type N ote S
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per S::rorglc;rrz ISZTEZ’:;;ZSSS::%?E:' %Té,%i::;h
G-52. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate P .gy . v . : A LRF-M PVCF-LM (12-inch o.c.) | -45.0%
deck Insulation (Min. 2-inch embedment) 2.0 ft? Polyiso Insulation or Min. 0.25-inch DEXcell FA Glass
' Mat Roof Board
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per S::rorg:;:z Isgfré’oalr:‘zlfg:s:?;z:' %‘Sé:ﬁ;::;h PVCF-WB, PVCF-LM
G-53. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate p ) .gy . K . : 34 . LRF-M (12-inch o.c.) or PVCF- | -45.0*
deck Insulation (Min. 2-inch embedment) 2.9 ft Polyiso Insulation or Min. 0.25-inch DensDeck Prime or LO (12-inch o.c.)
' SECUROCK Gypsum-Fiber Roof Board h
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per g::r;;g;c;z ISZﬁ/:Ss;)aI?\Zlflce)lr:i\::aEtrI\?::g\'/\gSe‘xgi.slill:rcah
G-54. iy;;:ium ::ZE::::(;:, EnergyGuard Ultra Polyiso (D'\I;:.:LT;_Ci:ChGgﬁt;:d:a::t) 2902 Polyiso Insulation or Min. 0.25-inch DEXcell FA Glass LRF-M PVCF-LM (12-inch o.c.) 45.0
' Mat Roof Board
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with . . . PVCF-WB, PVCF-LM
1 Min. 0.25-inch DensDeck P ECUROCK -
G-55. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 3 ;?trz Fil;r;r(;ozflggardens eck Prime or SECUROCK Gypsum LRF-M (12-inch o.c.) or PVCF- -45.0%*
deck Insulation (Min. 2-inch embedment) ' LO (12-inch o.c.)
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per
G-56. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 3 2pft2 Min. 0.25-inch DEXcell FA Glass Mat Roof Board LRF-M PVCF-LM (12-inch o.c.) | -45.0*
deck Insulation (Min. 2-inch embedment) i
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with |, S::r(’r g:;rrz ls;’fr;’o al:‘gjg rt?:;"a;:;?’ “2'3521'5&;? PVCF-WB, PVCF-LM
G-57. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate P ) .gy . v . : &Y . OB500 (12-inch o.c.) or PVCF- | -45.0*
deck Insulation (Min. 2-inch embedment) 2.0 ft: Polyiso Insulation or Min. 0.25-inch DensDeck Prime or LO (12-inch o.c.)
' SECUROCK Gypsum-Fiber Roof Board -
Existing Min. 1.5-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per S::rorg:;:z ISZ;e:Z’OaI:ng:::?r:Z?’ '\glgégsl;::;h
G-58. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate P ) .gy . v . : 4 OB500 PVCF-LM (12-inch o.c.) | -45.0*
deck Insulation (Min. 2-inch embedment) 2.0 ft Polyiso Insulation or Min. 0.25-inch DEXcell FA Glass
' Mat Roof Board
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with |, S::r(’r g:;rrz ls;’fr;’o al:‘gjg rt?:;"a;:;?’ “2'3521'5&;? PVCF-WB, PVCF-LM
G-59. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate P ) .gy . v . : &Y . OB500 (12-inch o.c.) or PVCF- | -45.0*
deck Insulation (Min. 2-inch embedment) 2.9 ft Polyiso Insulation or Min. 0.25-inch DensDeck Prime or LO (12-inch o.c.)
' SECUROCK Gypsum-Fiber Roof Board -
(o] | bination, Min. 0.5-inch
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per E::rorg:;rrz ;Z?:Z’oalleoa‘:o:i:;?’ Gltrj]ard Ull:rca
G-60. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate p ) .gy . v . ; &Y OB500 PVCF-LM (12-inch o.c.) | -45.0*
deck Insulation (Min. 2-inch embedment) 2.9 ft Polyiso Insulation or Min. 0.25-inch DEXcell FA Glass
\ Mat Roof Board
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with . . . PVCF-WB, PVCF-LM
1 .0.25- DensD E - .
G-61. | gypsum | Insulation, EnergyGuard Ultra Polyiso | Drill-Tec 3” Gyptec Plate aat g;’;r?{oz fngZr o eck Prime or SECUROCK Gypsum- | 58509 (12-inch o.c.) or PVCF- | -45.0*
deck Insulation (Min. 2-inch embedment) ) LO (12-inch o.c.)
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TABLE 68: GYPSUM DECKS - REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck vt i p— p nsu'att i or— Roof Cover MDP
No. (Note 1) ac ac (Note 15) (psf)*
(o} ote Type Fasten (Note 11) et Type N ote S
Existing Min. 2-inch EnergyGuard Polyiso Drill-Tec Polymer Gyptec with 1 per
G-62. | gypsum Insulation, EnergyGuard Ultra Polyiso Drill-Tec 3” Gyptec Plate 3 prtz Min. 0.25-inch DEXcell FA Glass Mat Roof Board OB500 PVCF-LM (12-inch o.c.) | -45.0*
deck Insulation (Min. 2-inch embedment) '

TABLE 6¢: GYPSUM DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer

System Deck Base Insulation MDP
Attach Roof Cover (Note 15)
No. Note 1 L f
o (Note 1) ayer Type Fastener (Note 11) Note 17 (psf)
EVERGUARD PVC OR EVERGUARD PVC KEE / EVERGUARD #2331 BONDING ADHESIVE OR EVERGUARD #2331 BONDING ADHESIVE H APPLICATIONS:
Existing (Optional) One or Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard . . . "
G-63. | gypsum more layers, any Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Composite (DJ:Lng:fr:yxt:eGdﬁteict)wnh Drill-Tec 3" Gyptec Plate Zlg(:tl; PVC-BA or PVC-BA-H -45.0*
deck combination Insulation or Ultra HD Composite Insulation ' ’
Existing (Optional) One or Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard . . . ”
G-64. | gypsum more layers, any Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Composite ;)“;::;Tze_ci::;y:n:ege%\gteict)\/vnh Drill-Tec 3" Gyptec Plate 41(;)::2 PVC-BA or PVC-BA-H -45.0*
deck combination Insulation or Ultra HD Composite Insulation ' ’
Existing (Optional) One or Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard ) . . .
G-65. | gypsum more layers, any Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Composite Dnl_l eQligakiiEmpact Nail (minimum withdrawal 1 perz PVC-BA or PVC-BA-H -52.5
deck combination Insulation or Ultra HD Composite Insulation Qe rovated embedment > 140 Ibf) 131t
EVERGUARD PVC / EVERGUARD PVC QUICK LAY ADHESIVE APPLICATIONS:
Existing (Optional) One or Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard . . . ”
G-66. | gypsum more layers, any Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Composite :)I\:i”nTzeci:coriyemrr?t:e(zzzct)wnh rill-Tec 3" Gyptec Plate 2132; PVC-QL -45.0*
deck combination Insulation or Ultra HD Composite Insulation ' ’
Existing (Optional) One or Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard . . . ”
G-67. | gypsum more layers, any Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Composite t)'\;llilLTZe_ci::;y;nn:ege(;\gteict)\/vnh Drill-Tec 3” Gyptec Plate 41(?:2 PVC-QL -45.0*
deck combination Insulation or Ultra HD Composite Insulation ’ :
Existing (Optional) One or Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard . . S .
Drill-Tec Locking | Nail h | 1
G-68. | gypsum more layers, any Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Composite rerslistaencceoact Isrljagtegiize;:nfar:t”:nlq:(n;;t drawa 1 ;:trz PVC-QL -52.5
deck combination Insulation or Ultra HD Composite Insulation - ’
PVC QuUICK SPRAY ADHESIVE APPLICATIONS:
Existing (Optional) One or Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard . . . ”
G-69. | gypsum more layers, any Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Composite ?“I;;:LTzeci::;y:nfgthj»:z';ii;hllth rill-Tec 3" Gyptec Plate Zl(IJJ(fetrz PVC-QS -45.0*
deck combination Insulation or Ultra HD Composite Insulation ' ’
Existing (Optional) One or Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard . . . ”
Drill- Drill- 1
G-70. | gypsum more layers, any Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Composite (J:LTgi:féyxge%ﬁt;i;Mth rill-Tec 3" Gyptec Plate 4 g:trz PVC-QS -45.0*
deck combination Insulation or Ultra HD Composite Insulation ) )
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TABLE 6¢c: GYPSUM DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

System Deck Base Insulation BERlnAlatichlCay sy e Roof Cover (Note 15 MDP
ttac (Note 15)
No. (Note 1) L (psf)
. . ayer Type Fastener (Note 11) Note 17 S
Existing (Optional) One or Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard . . A . N .
Drill-Tec Locking | t Nail th | 1
G-71. | gypsum more layers, any Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Composite rerslistaencceo:t IsTagte?r:;:be;;feTtITn;Z(mgfl; T g 1 ;:trz PVC-QS -52.5
deck combination Insulation or Ultra HD Composite Insulation - ’
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS:
Existing (Optional) One or Min. 1.5-inch EnergyGuard Polyiso Insulation, EnergyGuard . . . " PVCF-WB, PVCF-LM (12-inch
G-72. | gypsum more layers, any Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Composite (D'\;::LTgci::r:yemme;eiﬁt;i)wnh rill-Tec 3" Gyptec Plate Zlgitrz o.c.), PVCF-LO (12-inch o.c.), | -45.0*
deck combination Insulation or Ultra HD Composite Insulation ' ’ PVCF-XF or PVCF-OB
Existing (Optional) One or Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard . . . .
G-73. | gypsum | more layers, any Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Composite ;)“;::;Tze_ci::}iy::ge(:‘j\gteiiwth Drill-Tesgg@iptec Plate 41(;):2 (P)\éCF—WB, PVCE-XFor PVCE- | g o
deck combination Insulation or Ultra HD Composite Insulation ' ’
Existing (Optional) One or Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard . . . .
. . . 5 Drill-Tec Pol h Drill-T "’ Pl 1 PVCF-LM (12-inch o.c.
G-74. | gypsum more layers, any Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Composite ('\r/:in ;_cin:hy::ge?::;ct)w't rill-Tec 3" Gyptec Plate ) 9'):2 PVEF—LO ((12—il:cch :cc)) or -45.0*
deck combination Insulation or Ultra HD Composite Insulation ' ’ -
Existing (Optional) One or Min. 2-inch EnergyGuard Polyiso Insulation, EnergyGuard . . . . PVCF-LM (4-inch o.c.), PVCF-
G-75. | gypsum more layers, any Ultra Polyiso Insulation, EnergyGuard Polyiso-HD Composite rDer;:IS;enccto:tklsTftle?Zﬁ;gj:](enr:g?:ag;thdrawal f‘:?trl LO (4-inch o.c.), PVCF-XF or -52.5
deck combination Insulation or Ultra HD Composite Insulation - ’ PVCF-OB
TABLE 60: GYPSUM DECKS - REROOF (TEAR-OFF)
SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER*
Roof Cover (Note 15)
System No. Deck (Note 1 and Note 12) Surface Preparation Primer £e MDP (psf)*
Base Ply Cap Ply
G-76. Existing poured gypsum None None None PVCF-OB -280.0
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate b oo g i T Roof Cover MDP
No. Note 1 and Note 12 ac ac (Note 15) Sf)*A
(Note 1 and Note 12) Type (Notes 6,7,8) Type (Notes 6,7,8) e (psf)
EVERGUARD PVC OR EVERGUARD PVC KEE / EVERGUARD #2331 BONDING ADHESIVE OR EVERGUARD #2331 BONDING ADHESIVE H APPLICATIONS:
Existing asphalt BUR or mineral surface cap . . (Optional) Min. 0.25-inch DensDeck Prime or PVC-BA or PVC-
R-1. sheet Min. 1.5-inch EnergyGuard RA hot asphalt DEXcell FA Glass Mat Roof Board hot asphalt BA-H -45.0
Existing smooth- or granule-surfaced BUR;
smooth- or granule-surfaced SBS modified . . . .
R-2. bitumen or gravel-surfaced BUR, Min. 1.5-inch EnergyGuarq Polyiso Ir?sulatlon LRF-M (Optional) Additional layer of base insulation | LRF-M PVC-BA or PVC- -110.0
or EnergyGuard Ultra Polyiso Insulation BA-H
brushed/spudded and vacuumed to remove
loose gravel
Existing smooth- or granule-surfaced BUR or (Optional) One or.more Iaye.r(s), min. 0.5-inch Min. 0.5-inch EnergyGuard HD Ponl.so Cover PVC-BA oF PVC-
R-3. o A EnergyGuard Polyiso Insulation, EnergyGuard LRF-M Board or EnergyGuard HD Plus Polyiso Cover | LRF-M -75.0
smooth- or granule-surfaced modified bitumen . | BA-H
RA or EnergyGuard Ultra Polyiso Insulation Board
(Optional) Min. 0.25-inch DensDeck, DEXcell
L One or more layer(s), min. 0.5-inch FA Glass Mat Roof Board Prime or
R-4. Er:i)tgt]ﬁ Sg:o?_;:u(lz Ezi?auclz;isumr:)i‘jchfigdsktnjifu(:;en EnergyGuard Polyiso Insulation or LRF-M SECUROCK Gypsum-Fiber Roof Board or min. | LRF-M EXCI:'BA or PVC- -75.0
g EnergyGuard Ultra Polyiso Insulation 0.5-inch EnergyGuard HD Polyiso Cover
Board
L One or more layer(s), min. 0.5-inch . . . .
R-5. Existing smooth- or granule-surfac.e.d BU.R or EnergyGuard Polyiso Insulation, EnergyGuard LRF-M Mm' 0.5-inch Structode!( High Density LRF-M PVC-BA -82.5
smooth- or granule-surfaced modified bitumen . . Fiberboard Roof Insulation
RA or EnergyGuard Ultra Polyiso Insulation
Existing gravel-surfaced BUR, brushed/spudded One gugggre layer(s), MirRgggch PVC-BA or PVC-
R-6. g8 ! P EnergyGuard Polyiso Insulation or LRF-M None N/A -110.0
and vacuumed to remove loose gravel . . BA-H
EnergyGuard Ultra Polyiso Insulation
. One or more layer(s), Min. 1.5-inch
Existing gravel-surfaced BUR, brushed/spudded . R LRF-M, 6- PVC-BA or PVC-
R-7. EnergyGuard Polyiso Insulation or X None N/A -157.5
and vacuumed to remove loose gravel i . inch o.c. BA-H
EnergyGuard Ultra Polyiso Insulation
i 1) Min. 1.5-inch E Polyi Min. 1.5-inch E Polyiso-HD
Existing gravel-surfaced BUR, brushed/spudded (Optlor-1a ) MIQ-inc nergyGuart?l olylso LRF-M, 6- n 5. Inc ner.gyGuard oylso . LRF-M, 6- PVC-BA or PVC-
R-8. Insulation or EnergyGuard Ultra Polyiso X Composite Insulation or Ultra HD Composite . -157.5
and vacuumed to remove loose gravel . inch o.c. . inch o.c. BA-H
Insulation Insulation
Existing smooth- or granule-surfaced BUR or (Optional) One or.more Iaye.r(s), min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso-HD PVC-BA oF PVC-
R-9. smooth- or granule-surfaced SBS or granule- EnergyGuard Polyiso Insulation, EnergyGuard LRF-M Composite Insulation LRF-M BA-H -165.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation P
Existing smooth- or granule-surfaced BUR or One or more layer(s), min. 0.5-inch PVC-BA or PVC-
R-10. | smooth- or granule-surfaced SBS or granule- EnergyGuard Polyiso Insulation, EnergyGuard LRF-M Min. 1.5-inch Ultra HD Composite Insulation LRF-M BAH -180.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR or PVC-BA or PVC-
R-11. smooth- or granule-surfaced SBS or granule- (Optional) Min. 0.5-inch EnergyGuard Ultra LRF-M Min. 1.5-inch Ultra HD Composite Insulation LRF-M BA-H -187.5
surfaced APP modified bitumen
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Y T P i R Roof Cover MDP
No. Note 1 and Note 12 ac ac (Note 15) f)*A
° (Note 1 and Note 12) [YEs (Notes 6,7,8) U2 (Notes 6,7,8) - (psf)
. (Optional) One or more layer(s), min. 1.5-inch
R-12. Existing gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or !'RF_M’ 4 Min. 1.5-inch Ultra HD Composite Insulation .LRF_M’ & PVC-BA or PVC- -187.5
and vacuumed to remove loose gravel . . inch o.c. inch o.c. BA-H
EnergyGuard Ultra Polyiso Insulation
- One or more layer(s), min. 1.5-inch
E I-surf BUR h LRF-M, 4- PVC-BA or PVC-
R-13. isting gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or . ! None N/A CBAorPvC -200.0
and vacuumed to remove loose gravel . . inch o.c. BA-H
EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR or One or more layer(s), min. 1.5-inch PVC-BA or PVC-
R-14. | smooth- or granule-surfaced SBS or granule- EnergyGuard Polyiso Insulation, EnergyGuard LRF-M None N/A -225.0
. . . . BA-H
surfaced APP modified bitumen Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR or (Optional) One or more layer(s), min. 0.5-inch TAQJ-25-inch D&isDeck Prime, DEXcell FA
) ) Glass Mat Roof Board or SECUROCK PVC-BA or PVC-
R-15. | smooth- or granule-surfaced SBS or granule- EnergyGuard Polyiso Insulation, EnergyGuard LRF-M . . . LRF-M -225.0
e X . . Gypsum-Fiber Roof Board or min. 0.5-inch BA-H
surfaced APP modified bitumen Ultra Polyiso Insulation X
EnergyGuard HD Polyiso Cover Board
Existing smooth- or granule-surfaced asphalt (Optional) One or more layer(s), min. 0.5-inch Min. 0.5-inch EnergyGuard HD Polyiso Cover
- . . . LRF-M . LRF-M PVC-BA or PVC-
R-16. BUR or SBS modified bitumen or granule- EnergyGuard Polyiso Insulation, EnergyGuard Canister Board or EnergyGuard HD Plus Polyiso Cover Canister BAH -75.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation Board
Existing smooth—. gr grénule—surfaced asphalt (Optional) One or.more Iaye.r(s), min. 0.5-inch LRF-M Min. 1.5-inch EnergyGuard Polyiso-HD LRE-M PVC-BA or PVC-
R-17. BUR or SBS modified bitumen or granule- EnergyGuard Polyiso Insulation, EnergyGuard Canister Composite Insulation Canister BA-H -165.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation P
Existing smooth- or granule-surfaced asphalt K .
R-18. | BUR or SBS modified bitumen or granule- S::rorGrTJ(;rrz lFa"ZIeri(ss;’lnmsl:lla?i.osr-\InCh I(-ZZ:izfer None N/A EXCI:'BA or PVC- -180.0
surfaced APP modified bitumen gy v
Existing smooth- or granule-surfaced asphalt One or more layer(s), min. 1.5-inch LRF-M PVC-BA or PVC-
R-19. BUR or SBS modified bitumen or granule- EneravGuard PZI iso’lnsul.ati.on Canister None N/A BAH -225.0
surfaced APP modified bitumen gy ¥
Existing smooth—. gr grénule—surfaced asphalt (Optional) One or.more Iaye.r(s), min. 1.5-inch LRE-M Min. 0.25-inch DensDeck Prime or LRE-M PVC-BA or PVC-
R-20. BUR or SBS modified bitumen or granule- EnergyGuard Polyiso Insulation, EnergyGuard . X . -225.0
- R Canister SECUROCK Gypsum-Fiber Roof Board Canister BA-H
surfaced APP modified bitumen RA
L One or more layer(s), min. 1.5-inch
R-21. Existing gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or LRF-XF None N/A PVC-BA or PVC -110.0
and vacuumed to remove loose gravel . . BA-H
EnergyGuard Ultra Polyiso Insulation
. (Optional) One or more layer(s), min. 1.5-inch Min. 1.5-inch EnergyGuard Polyiso-HD
E - B -B. -
R-22. isting gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or LRF-XF Composite Insulation or Ultra HD Composite LRF-XF PVC-BA or PVC -110.0
and vacuumed to remove loose gravel . . . BA-H
EnergyGuard Ultra Polyiso Insulation Insulation
. One or more layer(s), min. 1.5-inch
E - B LRF-XF, 6- -B -
R-23. xisting gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or ' RF-XF, 6 None N/A PVC-BA or PVC 1575
and vacuumed to remove loose gravel . . inch o.c. BA-H
EnergyGuard Ultra Polyiso Insulation
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
System Substrate Base Insulation Layer Top Insulation Layer Roof Cover MDP
No. (Note 1 and Note 12) Type . 32?:'; . Type ) cﬁtetsasd; . (Note 15) (psf)**
Existing gravel-surfaced BUR, brushed/spudded (Optional) One ormore Iaye.r(s), min. 1.5-inch LRF-XF, 6- Min. 1.5.-inch Ener.gyGuard Polyiso-HD . LRF-XF, 6- PVC-BA or PVC-
R-24. EnergyGuard Polyiso Insulation or X Composite Insulation or Ultra HD Composite . -157.5
and vacuumed to remove loose gravel . . inch o.c. . inch o.c. BA-H
EnergyGuard Ultra Polyiso Insulation Insulation
Existing smooth- or granule-surfaced BUR; (Optional) One or more layer(s), min. 0.5-inch . . :
R-25. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF g;:&i;;zi:i’;:;ifsuard Polyiso-HD LRF-XF EX_CI-—'BA or PVC- -165.0
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation
Min. 0.25-inch DensDeck Prime, DEXcell FA
Existing smooth- or granule-surfaced BUR; (Optional) One or more layer(s), min. 0.5-inch Glass Mat Roof Board or SECUROCK PVC-BA or PVC-
R-26. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF Gypsum-Fiber Roof Board or min. 0.5-inch LRF-XF BA-H -180.0
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation EnergyGuard HD Polyiso Cover Board or min.
1.5-inch Ultra HD Composite Insulation
Existing smooth- or granule-surfaced BUR; One or more layer(s), min. 0.5-inch PVC-BA or PVC-
R-27. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF None N/A BA-H -180.0
modified bitumen Ultra Polyiso Insulation
L (Optional) One or more layer(s), Min. 1.5-inch
R-28. Existing gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or !'RF-XF’ 4 Min. 1.5-inch Ultra HD Composite Insulation .LRF-XF' 4 PVC-BA or PVC- -187.5
and vacuumed to remove loose gravel . . inch o.c. inch o.c. BA-H
EnergyGuard Ultra Polyiso Insulation
Existing gravel-surfaced BUR, brushed/spudded One or more layer(s), Min. 1.5-inch LRF-XF, 4- PVC-BA or PVC-
R-29. ! EnergyGuard Polyiso Insulation or 4 ! None N/A -200.0
and vacuumed to remove loose gravel X : inch o.c. BA-H
EnergyGuard Ultra Polyiso Insulation
o N ' One or more Iayer.(s), min. 1..5—|nch PVC-BA or PVC-
R-30. | Existing smooth-surfaced modified bitumen EnergyGuard Polyiso Insulation or LRF-XF None N/A BA-H -222.5
EnergyGuard Ultra Polyiso Insulation
One or more layer(s), min. 1.5-inch
R-31. Existing smooth-surfaced BUR EnergyGuard Polyiso Insulation or LRF-XF None N/A EX?I;BA or PVC- -262.5
EnergyGuard Ultra Polyiso Insulation
o . . One or more Iayer.(s), min. 1V.5—|nch PVC-BA or PVC-
R-32. Existing granule-surfaced modified bitumen EnergyGuard Polyiso Insulation or LRF-XF None N/A BAH -270.0
EnergyGuard Ultra Polyiso Insulation
Min. 0.25-inch DEXcell FA Glass Mat Roof
R-33. | Existing smooth-surfaced modified bitumen (E?]‘;trg’y'g)a? d";:r more layer(s), Min. 2-inch | o e EZ:E Z: ﬁ.ﬁuggc.r'fcf\yéfﬁgygﬁi dR:%f LRF-XF EX_CF]BA orPVC | 50
Polyiso Cover Board
One or more layer(s),1.5-inch EnergyGuard PVC-BA or PVC-
R-34. Existing granule-surfaced cap membrane Polyiso Insulation, EnergyGuard Ultra Polyiso LRF-XF None N/A BAH -225.0
Insulation
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate uat b T e i R Roof Cover MDP
No. Note 1 and Note 12 ac ac (Note 15) (psf)*A
© (Note 1 and Note 12) Type (Notes 6,7,8) Type (Notes 6,7,8) o <
(Optional) One or more layer(s), min. 1.5-inch Min. 0.25-inch DensDeck Prime, DEXcell FA
! e | Mat Roof Board ECUROCK PVC-BA or PVC-
R-35. Existing granule-surfaced cap membrane EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF Qs . ooRggard orgg . . LRF-XF or -225.0
Ultra Polviso Insulation Gypsum-Fiber Roof Board or min. 0.5-inch BA-H
v EnergyGuard HD Polyiso Cover Board
s Min. 0.25-inch SECUROCK Gypsum-Fiber Roof
E h-surf; BUR le- ) . PVC-BA or PVC-
R-3. | Cxisting smooth-surfaced BUR or granule Board or min. 0.5-inch EnergyGuard HD LRF-XF None N/A CBAOrPVC | y4s.0
surfaced modified bitumen ) BA-H
Polyiso Cover Board
Min. 0.25-inch DEXcell FA Glass Mat Roof
R-37 Existing smooth-surfaced BUR or granule- One or more layer(s), Min. 2-inch LRE-XE Board or SECUROCK Gypsum-Fiber Roof LRE-XE PVC-BA or PVC- 2475
" | surfaced modified bitumen EnergyGuard RA Board or min. 0.5-inch EnergyGuard HD BA-H '
Polyiso Cover Board
Existing smooth- or granule-surfaced BUR; . \ -
’ Min. 0.25-inch DensDeck P DEXcell FA
smooth- or granule-surfaced SBS modified Min. 1.5-inch, min. 1.8 pcf (Type IX), In. 0.2%9Mch DensDec .rlme or. ce PVC-BA or PVC-
R-38. R o X OB500 Glass Mat Roof Board or min. 0.5-inch OB500 -45.0
bitumen or granule-surfaced APP modified Insulfoam Roofing EPS . BA-H
X EnergyGuard HD Polyiso Cover Board
bitumen
S:;Zté:ﬁ_sgoc:;:_uclziLe;fnauclee;;;?::gd?:eﬁ One or more layer(s), min. 0.5-inch Min. 0.5-inch Structodek High Density
R-39. R g . EnergyGuard Polyiso Insulation, EnergyGuard OB500 Fiberboard Roof Insulation or min. 0.5-inch OB500 PVC-BA -82.5
bitumen or granule-surfaced APP modified . N X
bitumen RA or EnergyGuard Ultra Polyiso Insulation EnergyGuard HD Polyiso Cover Board
Existi h- le-surf: BUR;
Xisting smooth- or granule-surfaced U ’ (Optional) One or more layer(s), min. 0.5-inch Min. 0.5-inch EnergyGuard HD Polyiso Cover
smooth- or granule-surfaced SBS modified . . . PVC-BA or PVC-
R-40. R . EnergyGuard Polyiso Insulation, EnergyGuard OB500 Board or EnergyGuard HD Plus Polyiso Cover | OB500 -97.5
bitumen or granule-surfaced APP modified . X BA-H
X RA or EnergyGuard Ultra Polyiso Insulation Board
bitumen
Existi I-surf BUR h Min. 1.5-i E Polyiso | lati . - . . PVC-BA or PVC-
R4l xisting gravel-surfaced BUR, brushed/spudded in. 1.5-inch nergyGuarcf olyiso r?su ation OB500 (Optional) Additional layer of base insulation | OBS00 C-BA or PVC -110.0
and vacuumed to remove loose gravel or EnergyGuard Ultra Polyiso Insulation BA-H
. (Optional) Min. 1.5-inch EnergyGuard Polyiso Min. 1.5-inch EnergyGuard Polyiso-HD
E I-surf BUR h PVC-BA or PVC-
R-42. isting gravel-surfaced BUR, brushed/spudded Insulation or EnergyGuard Ultra Polyiso OB500 Composite Insulation or Ultra HD Composite | OB500 C-BAorPvC -110.0
and vacuumed to remove loose gravel X . BA-H
Insulation Insulation
Existi - - BUR;
isting smooth- or granule-surfaced UR (Optional) One or more layer(s), min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso-HD
smooth- or granule-surfaced SBS modified . . R . . PVC-BA or PVC-
R-43. R . EnergyGuard Polyiso Insulation, EnergyGuard OB500 Composite Insulation or Ultra HD Composite | OB500 -120.0
bitumen or granule-surfaced APP modified . X . BA-H
X RA or EnergyGuard Ultra Polyiso Insulation Insulation
bitumen
Existing smooth- or granule-surfaced BUR; Min. 0.25-inch DensDeck Prime, DEXcell FA
R-44 smooth- or granule-surfaced SBS modified (Optional) Min. 2-inch, min. 1.8 pcf (Type IX), 0B500 Glass Mat Roof Board or SECUROCK 0B500 PVC-BA or PVC- 1200
" | bitumen or granule-surfaced APP modified Insulfoam Roofing EPS Gypsum-Fiber Roof Board or min. 0.5-inch BA-H '
bitumen EnergyGuard HD Polyiso Cover Board

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC HVHZ
GAF EverGuard PVC and PVC/KEE Roof Systems; (800) 766-3411
TOP OF PAGE

PEER-GAF-008.B.R52 for FL3443-R63 (HVHZ)
Revision 52: 08/17/2026
Appendix 1, Page 145 of 168



TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate uat Y T p nsulat i R Roof Cover MDP
No. Note 1 and Note 12 ac ac (Note 15) (psf)*A
° (Note 1 and Note 12) [YEs (Notes 6,7,8) U2 (Notes 6,7,8) - s
R4S, Existing gravel-surfaced BUR, brushed/spudded | Min. 1.5-inch EnergyGuarq Polyiso Ir?sulatlon F)BSOO, 6- (Optional) Additional layer of base insulation F)BSOO, 6- PVC-BA or PVC- 1575
and vacuumed to remove loose gravel or EnergyGuard Ultra Polyiso Insulation inch o.c. inch o.c. BA-H
. . . ) Additional optional layers base insulation
Existing gravel-surfaced BUR, brushed/spudded (Optlor)al) Min. 1.5-inch EnergyGuarq Polyiso 0B500, 6- followed by min. 1.5-inch EnergyGuard 0B500, 6- PVC-BA or PVC-
R-46. Insulation or EnergyGuard Ultra Polyiso X R Y . . -157.5
and vacuumed to remove loose gravel Insulation inch o.c. Polyiso-HD Composite Insulation or Ultra HD | inch o.c. BA-H
Composite Insulation
Existing smooth- or granule-surfaced BUR; One or more layer(s), min. 0.5-inch PVC-BA or PVC-
R-47. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard OB500 None N/A -180.0
o . . - BA-H
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR; (Optional) One or more layer(s), min. 0.5-inch TAQJ-25-inch D&isDeck Prime, DEXcell FA
) h Glass Mat Roof Board or SECUROCK PVC-BA or PVC-
R-48. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard OB500 . . . OB500 -180.0
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation Gypsum-Fiber Roof Board or min. 0.5-inch BAH
gy v EnergyGuard HD Polyiso Cover Board
L (Optional) One or more layer(s), Min. 1.5-inch
E I-surf BUR h . . B , 4- . . . . B , 4- PVC-BA or PVC-
R-49. isting gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or O >00 Min. 1.5-inch Ultra HD Composite Insulation O >00 C-BAorPVC -187.5
and vacuumed to remove loose gravel N . inch o.c. inch o.c. BA-H
EnergyGuard Ultra Polyiso Insulation
- One or more layer(s), Min. 1.5-inch
E I-surf BUR h B 4- B 4- PVC-BA or PVC-
R-50. isting gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or O >00, (Optional) Additional layer of base insulation O >00, CBAOrPVC -200.0
and vacuumed to remove loose gravel X . inch o.c. inch o.c. BA-H
EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR; One or more layer(s), min. 1.5-inch PVC-BA or PVC-
R-51. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation or OB500 None N/A -225.0
o . ) . BA-H
modified bitumen EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR; (Optional) One or more layer(s), min. 1.5-inch Min. 0.25-inch DensDeck Prime, DEXcell FA
: ) Glass Mat Roof Board or SECUROCK PVC-BA or PVC-
R-52. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard OB500 . . . 0OB500 -225.0
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation Gypsum-Fiber Roof Board or min. 0.5-inch BAH
gy v EnergyGuard HD Polyiso Cover Board
EVERGUARD PVC / EVERGUARD PVC QUICK LAY ADHESIVE APPLICATIONS:
R-53. E;;S:tng asphalt BUR or mineral surface cap Min. 1.5-inch EnergyGuard RA hot asphalt | (Optional) Min. 0.25-inch DensDeck Prime hot asphalt | PvVC-QL -45.0
Min. 0.5-inch E Guard HD Polyiso C
Existing smooth- or granule-surfaced BUR or (Optional) One or more layer(s), min. 0.5-inch Bolgrd or Il?ncer nGeziyrdu:Er) Plus PZIylizz Cg\\;ee:
R-54. & g e . EnergyGuard Polyiso Insulation, EnergyGuard LRF-M R gy R Y X LRF-M PVC-QL -75.0
smooth- or granule-surfaced modified bitumen . X Board or min. 1.5-inch Ultra HD Composite
RA or EnergyGuard Ultra Polyiso Insulation .
Insulation
Existing smooth- or granule-surfaced BUR or One or more layer(s), min. 0.5-inch
-55. o ; ) . LRF- -QL -75.
R-55 smooth- or granule-surfaced modified bitumen | EnergyGuard Polyiso Insulation RF-M None N/A Fvc-Q 750
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate uat b T e b R Roof Cover MDP
No. Note 1 and Note 12 ac ac (Note 15) (psf)*A
° (Note 1 and Note 12) [YEs Notes 6,7,8 U2 Notes 6,7,8 - s
. R . Min. 0.5-inch EnergyGuard HD Polyiso Cover
. (Optional) One or more layer(s), min. 1.5-inch .
- Board or E d HD Plus Pol C
R-56. Existing gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation, EnergyGuard LRE-M oard or n.ergyGLfar us Polyiso 9ver LRE-M pvC-QL 750
and vacuumed to remove loose gravel . X Board or min. 1.5-inch Ultra HD Composite
RA or EnergyGuard Ultra Polyiso Insulation .
Insulation
- One or more layer(s), Min. 1.5-inch
E I-surf BUR, h
R-57. isting gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or LRF-M (Optional) Additional layer of base insulation | LRF-M PVC-QL -110.0
and vacuumed to remove loose gravel . .
EnergyGuard Ultra Polyiso Insulation
L (Optional) One or more layer(s), Min. 1.5-inch . . .
R-58. Existing gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or LRE-M Min. 1.5. inch Ener.gyGuard Polyiso-HD LRE-M pvC-QL 110.0
and vacuumed to remove loose gravel . . Composite Insulation
EnergyGuard Ultra Polyiso Insulation
- One or more layer(s), Min. 1.5-inch
E I-surf BUR h LRF-M, 6- LRF-M, 6-
R-59. isting gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or . 6 (Optional) Additional layer of base insulation | . 6 PVC-QL -157.5
and vacuumed to remove loose gravel . . inch o.c. inch o.c.
EnergyGuard Ultra Polyiso Insulation
Existing gravel-surfaced BUR, brushed/spudded (Optional) One or‘more Iaye.r(s), Min. 3ggginch LRF-M, 6- Min. 1.5-inch EnergyGuard Polyiso-HD LRF-M, 6-
R-60. EnergyGuard Polyiso Insulation or K . . . PVC-QL -157.5
and vacuumed to remove loose gravel X N inch o.c. Composite Insulation inch o.c.
EnergyGuard Ultra Polyiso Insulation
L (Optional) One or more layer(s), min. 0.5-inch . . .
E h- le-surf; BUR Min. 1.5-inch E Pol -HD
R-61. Xisting smooth- or granule-sur ac'e.d U_ or EnergyGuard Polyiso Insulation, EnergyGuard LRF-M n 5. inc ner.gyGuard olylso LRF-M PVC-QL -165.0
smooth- or granule-surfaced modified bitumen : K Composite Insulation
RA or EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR or One or more layer(s), min. 0.5-inch
R-62. | smooth- or granule-surfaced SBS or granule- EneravGuard le iso’lnsullati.on LRF-M None N/A PVC-QL -180.0
surfaced APP modified bitumen gy v
Min. 0.25-inch DensDeck Pri
Existing smooth- or granule-surfaced BUR or (Optional) One or more layer(s), min. 0.5-inch SEIgURocKmGC sjan-Fiebcer chl:zfeBoc:ard or min
R-63. | smooth- or granule-surfaced SBS or granule- EnergyGuard Polyiso Insulation, EnergyGuard LRF-M ) by . " | LRF-M PVC-QL -180.0
e K . X 0.5-inch EnergyGuard HD Polyiso Cover
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation Board
L One or more layer(s), Min. 1.5-inch
R-64. Existing gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or !'RF_M’ 4 (Optional) Additional layer of base insulation .LRF-M’ & PVC-QL -200.0
and vacuumed to remove loose gravel . . inch o.c. inch o.c.
EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR or One or more layer(s), min. 1.5-
R-65. smooth- or granule-surfaced SBS or granule- inchEnergyGuard Polyiso Insulation or LRF-M None N/A PVC-QL -225.0
surfaced APP modified bitumen EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR or Min. 0.25-inch DensDeck Prime or
R-66. | smooth- or granule-surfaced SBS or granule- (Optional) One or.more Iaye.r(s), min. 1.5-inch LRE-M SECQROCK Gypsum-Fiber Roof. Board or min. LRE-M pvC.QL 2250
. . EnergyGuard Polyiso Insulation 0.5-inch EnergyGuard HD Polyiso Cover
surfaced APP modified bitumen Board
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate uat Y T p nsulat i R Roof Cover MDP
No. Note 1 and Note 12 ac ac (Note 15) f)*A
° (Note 1 and Note 12) [YEs (Notes 6,7,8) U2 (Notes 6,7,8) - (psf)
Existing smooth- or granule-surfaced asphalt (Optional) One or more layer(s), min. 0.5-inch LRE-M Min. 0.5-inch EnergyGuard HD Polyiso Cover LRE-M
R-67. BUR or SBS modified bitumen or granule- EnergyGuard Polyiso Insulation, EnergyGuard Canister Board or EnergyGuard HD Plus Polyiso Cover Canister PVC-QL -75.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation Board
Existing smooth- or granule-surfaced asphalt (Optional) One or more layer(s), min. 0.5-inch . . .
R-68. BUR or SBS modified bitumen or granule- EnergyGuard Polyiso Insulation, EnergyGuard I(-I?r:\-i's\fer :\:/Iomm 1(')3;2?:;?:;3]Guard Polyiso-HD g:i:cler PVC-QL -165.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation P
Existing smooth- or granule-surfaced asphalt One or more layer(s), min. 0.5-inch . . . .
- . . . LRF-M 1) Min. 0.25-inch DensDeck P LRF-M
R-69. | BUR or SBS modified bitumen or granule- EnergyGuard Polyiso Insulation, EnergyGuard Canister ggﬂ%& Gm s?;ms—FlirLcer Rce)g: Bicard rime or Canister PvC-QL -180.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation vp
Existing smooth- or granule-surfaced asphalt . .
R-70. | BUR or SBS modified bitumen or granule- g::ror(:f;fj l:Zfri(ss(:’lr':/slm.aEcli.jr;InCh I(-I'Zi-i's\ﬂer None N/A PVC-QL -225.0
surfaced APP modified bitumen gy v
Existing smooth-‘ 9r grgnule-surfaced asphalt (Optional) One or‘more Iaye.r(s), Min. 1.5-inch LRE-M Min. 0.25-inch DensDeck Prime or LRE-M
R-71. BUR or SBS modified bitumen or granule- EnergyGuard Polyiso Insulation, EnergyGuard . X . PVC-QL -225.0
- R Canister SECUROCK Gypsum-Fiber Roof Board Canister
surfaced APP modified bitumen RA
L One or more layer(s), Min. 1.5-inch
R-72. Existing gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or LRF-XF (Optional) Additional layer of base insulation | LRF-XF PVC-QL -110.0
and vacuumed to remove loose gravel . .
EnergyGuard Ultra Polyiso Insulation
- (Optional) One or more layer(s), Min. 1.5-inch ) . )
R-73. Existing gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or LRE-XE Min. 1.5. inch Ener.gyGuard Polyiso-HD LRE-XF pvC.QL 1100
and vacuumed to remove loose gravel ) ) Composite Insulation
EnergyGuard Ultra Polyiso Insulation
L One or more layer(s), Min. 1.5-inch
R-74. Existing gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or !'RF_XF’ 6- (Optional) Additional layer of base insulation .LRF-XF’ & PVC-QL -157.5
and vacuumed to remove loose gravel X . inch o.c. inch o.c.
EnergyGuard Ultra Polyiso Insulation
Existing gravel-surfaced BUR, brushed/spudded | (OPtional) One or more layer(s), Min. 1.5-inch | e ye '6 | \tin. 1.5-inch EnergyGuard Polyiso-HD LRF-XF, 6-
R-75. EnergyGuard Polyiso Insulation or X i . . PVC-QL -157.5
and vacuumed to remove loose gravel . ) inch o.c. Composite Insulation inch o.c.
EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR; (Optional) One or more layer(s), min. 0.5-inch . . .
R-76. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF g)mm 1(;§i;2cl:sirl1:;iy;1Guard Polyiso-HD LRF-XF PVC-QL -165.0
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation P
Opti 1) Min. 0.25-inch DensDeck Pri
Existing smooth- or granule-surfaced BUR; One or more layer(s), min. 0.5-inch (SEELIJ(I)R?;CL Gm sum—FIirZ)Cer Rce)r;: BZZrd 2?‘;‘:
R-77. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF . P . " | LRF-XF PVC-QL -180.0
e . . X 0.5-inch EnergyGuard HD Polyiso Cover
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation Board
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate uat Y T p nsulat i R Roof Cover MDP
No. Note 1 and Note 12 ac ac (Note 15) f)*A
° (Note 1 and Note 12) [YEs (Notes 6,7,8) U2 (Notes 6,7,8) - (psf)
. One or more layer(s), Min. 1.5-inch
R-78. Existing gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or !'RF_XF’ 4 None N/A PVC-QL -200.0
and vacuumed to remove loose gravel . . inch o.c.
EnergyGuard Ultra Polyiso Insulation
One or more layer(s), Min. 1.5-inch
R-79. Existing smooth-surfaced modified bitumen EnergyGuard Polyiso Insulation or LRF-XF None N/A PVC-QL -222.5
EnergyGuard Ultra Polyiso Insulation
(Optional) One or more layer(s), min. 2-inch Min. 0.25-inch SECUROCK Gypsum-Fiber
R-80. Existing smooth-surfaced modified bitumen P ¥ ! ' LRF-XF Roof Board or min. 0.5-inch EnergyGuard HD | LRF-XF PVC-QL -222.5
EnergyGuard RA .
Polyiso Cover Board
- One or more layer(s), min. 1.5-inch
R-81. Existing granule-surfaced cap membrane . K LRF-XF None N/A PVC-QL -225.0
EnergyGuard Polyiso Insulation
Optons one o mor e i .51 e
R-82. Existing granule-surfaced cap membrane EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF . P . " | LRF-XF PVC-QL -225.0
< X 0.5-inch EnergyGuard HD Polyiso Cover
RA or EnergyGuard Ultra Polyiso Insulation
Board
- Min. 0.25-inch SECUROCK Gypsum-Fiber Roof
R-83. Existing smo.o.th-su.rfaced BUR or granule- Board or min. 0.5-inch EnergyGuard HD LRF-XF None N/A PVC-QL -245.0
surface modified bitumen .
Polyiso Cover Board
. X . Min. 0.25-inch SECUROCK Gypsum-Fiber
E h-surf BUR le- I . 2-inch B -
R-g4. | CXisting smooth-surfaced BUR or granule One or more layer(s), min. 2-inc LRF-XF Roof Board or min. 0.5-inch EnergyGuard HD | LRF-XF pvc-aL 2475
surface modified bitumen EnergyGuard RA )
Polyiso Cover Board
. . > (Optional when using base insulation) Min.
R-85. Existing granule-surfaced cap membrane gOptlonaI whelisine c.overboard.) &> LRF-XF 0.25-inch DensDeck Prime or SECUROCK LRF-XF PVC-QL -225.0
inch EnergyGuard Polyiso Insulation .
Gypsum-Fiber Roof Board
One or more layer(s), Min. 1.5-inch
R-86. Existing smooth-surfaced BUR EnergyGuard Polyiso Insulation or LRF-XF None N/A PVC-QL -262.5
EnergyGuard Ultra Polyiso Insulation
One or more layer(s), Min. 1.5-inch
R-87. Existing granule-surfaced modified bitumen EnergyGuard Polyiso Insulation or LRF-XF None N/A PVC-QL -270.0
EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR;
smooth- or granule-surfaced SBS modified Min. 1.5-inch, min. 1.8 pcf (Type IX), Min. 0.25-inch DensDeck Prime or min. 0.5-
R-88. A . ) OB500 . ) 0B500 PvC-QL -45.0
bitumen or granule-surfaced APP modified Insulfoam Roofing EPS inch EnergyGuard HD Polyiso Cover Board Q
bitumen
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate uat Y T p nsulat i R Roof Cover MDP
No. Note 1 and Note 12 ac ac (Note 15) f)*A
° (Note 1 and Note 12) [YEs (Notes 6,7,8) U2 (Notes 6,7,8) - (psf)
Existing smooth- or granule-surfaced BUR; . : . Min. 0.5-inch EnergyGuard HD Poly!so Nl
smooth- or granule-surfaced SBS modified (Optional) One or more layer(s), min. 0.5-inch Board or EnergyGuard HD Plus Polyiso Cover
R-89. R & . EnergyGuard Polyiso Insulation, EnergyGuard 0OB500 Board or min. 1.5-inch EnergyGuard Polyiso- 0OB500 PVC-QL -97.5
bitumen or granule-surfaced APP modified . X X .
bitumen RA or EnergyGuard Ultra Polyiso Insulation HD Composite Insulation or Ultra HD
Composite Insulation
Existing smooth- or granule-surfaced BUR; Min. 0.25-inch DensDeck Prime or
smooth- or granule-surfaced SBS modified (Optional) Min. 2-inch, min. 1.8 pcf (Type IX), SECUROCK Gypsum-Fiber Roof Board or min.
R-90. bitumen or granule-surfaced APP modified Insulfoam Roofing EPS 0B500 0.5-inch EnergyGuard HD Polyiso Cover 0B500 PvcaL -1200
bitumen Board
L One or more layer(s), Min. 1.5-inch
Rg1, | Disting gravel-surfaced BUR, brushed/spudded | ¢ o\ arq polyiso Insulation or 0B500 None N/A pvC-QL -110.0
and vacuumed to remove loose gravel . .
EnergyGuard Ultra Polyiso Insulation
L (Optional) One or more layer(s), Min. 1.5-inch . . .
R.92. Existing gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or 0B500 Min. 1.5. inch Ener.gyGuard Polyiso-HD 0B500 pvC-QL 110.0
and vacuumed to remove loose gravel . . Composite Insulation
EnergyGuard Ultra Polyiso Insulation
. One or more layer(s), Min. 1.5-inch
E I-surf BUR, h . ) B500, 6-
R-93. isting gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or O >00, 6 None N/A PVC-QL -157.5
and vacuumed to remove loose gravel . . inch o.c.
EnergyGuard Ultra Polyiso Insulation
ional in. 1.5-i
Existing gravel-surfaced BUR, brushed/spudded (Optional) One or.more Iayer(s), Min. 1.5 OB500, 6- Min. 1.5-inch EnergyGuard Polyiso-HD 0OB500, 6-
R-94. EnergyGuard Polyiso Insulation or ; R . . PVC-QL -157.5
and vacuumed to remove loose gravel . . inch o.c. Composite Insulation inch o.c.
EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR; One or more layer(s), min. 0.5-inch
R-95. smooth- or granule-surfaced SBS or APP Y B e OB500 None N/A PVC-QL -180.0
e ) EnergyGuard Polyiso Insulation
modified bitumen
Min. 0.25-inch DensDeck Pri
Existing smooth- or granule-surfaced BUR; (Optional) One or more layer(s), min. 0.5-inch SEI(?U[F){O(S:KmGC sjr:]s-Fiebcer IRr(I)rgferard or min
R-96. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard OB500 ) vp . " | OB500 PVC-QL -180.0
e . . X 0.5-inch EnergyGuard HD Polyiso Cover
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation Board
Existing smooth- or granule-surfaced BUR;
smooth- or granule-surfaced SBS modified ) . . .
) Min. 1.5-inch E Guard Polyiso Insulat OB500, 4- ) . . ) 0B500, 4-
R-97. | bitumen or gravel-surfaced BUR, o inch Enerey uar. olyiso r?su ation . (Optional) Additional layer of base insulation | . PVC-QL -200.0
or EnergyGuard Ultra Polyiso Insulation inch o.c. inch o.c.
brushed/spudded and vacuumed to remove
loose gravel
Existing smooth- or granule-surfaced BUR; One or more layer(s), min. 1.5-
R-98. | smooth- or granule-surfaced SBS or APP inchEnergyGuard Polyiso Insulation or OB500 None N/A PVC-QL -225.0
modified bitumen EnergyGuard Ultra Polyiso Insulation
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate uat Y T p nsulat i R Roof Cover MDP
No. Note 1 and Note 12 ac EI3 (Note 15) £)*A
° (Note 1 and Note 12) Type (Notes 6,7,8) Type (Notes 6,7,8) HL (psf)
Existing smooth- or granule-surfaced BUR; (Optional) One or more layer(s), min. 1.5-inch Sl\/llzgufééi;(lrg:h SSQS—E;C:r?cI)rngoorard or min
R-99. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard OB500 ) s . " | OB500 PVC-QL -225.0
e . . X 0.5-inch EnergyGuard HD Polyiso Cover
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation Board
PVC QuICK SPRAY ADHESIVE APPLICATIONS:
Existi halt BUR i | surf;
R-100. s:es:tng asphalt BUR or mineral surface cap Min. 1.5-inch EnergyGuard RA hot asphalt | (Optional) Min. 0.25-inch DensDeck Prime hot asphalt | PVC-QS -45.0
Min. 0.5-inch EnergyGuard HD Polyiso Cover
L (Optional) One or more layer(s), min. 0.5-inch Board or EnergyGuard HD Plus Polyiso Cover
R-101. E;::):ﬁ sg:oc:;:— ‘I)ef Erar?auclee;isumrifjci?i:ngis onr“nen EnergyGuard Polyiso Insulation, EnergyGuard LRF-M Board or min. 1.5-inch EnergyGuard Polyiso- LRF-M PVC-QS -75.0
granuie-su Y RA or EnergyGuard Ultra Polyiso Insulation HD Composite Insulation or Ultra HD
Composite Insulation
R-102. Existing gravel-surfaced BUR, brushed/spudded | One or more Iayer.(s), Min. 1..5-|nch LRE-M None N/A PVC-QS 110.0
and vacuumed to remove loose gravel EnergyGuard Polyiso Insulation
R-103. Existing gravel-surfaced BUR, brushed/spudded | (Optional) One or.more Iayer(s), Min. 1.5-inch LRF-M Min. 1.5.-|nCh Ener.gyGuard Polyiso-HD LRE-M PVC-QS 1100
and vacuumed to remove loose gravel EnergyGuard Polyiso Insulation Composite Insulation
R-104. Existing gravel-surfaced BUR, brushed/spudded | One or more Iayer.(s), Min. 1V.5—|nch !_RF—M, 6- None N/A PVC-QS 1575
and vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
Existing gravel-surfaced BUR, brushed/spudded | (Optional) One or more layer(s), Min. 1.5-inch LRF-M, 6- Min. 1.5-inch EnergyGuard Polyiso-HD LRF-M, 6-
R-105. . . p . . . PVC-QS -157.5
and vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c. Composite Insulation inch o.c.
Existing smooth- or granule-surfaced BUR or . . . . . . .
1) Min. 0.5-inch E Pol Min. 1.5-inch E Pol -HD
R-106. | smooth- or granule-surfaced SBS or granule- (Optlor?a JMin. 0.5-inch EnergyGuard Polyiso LRF-M n 5. Inc ner.gyGuard olylso LRF-M PVC-QS -165.0
. . Insulation Composite Insulation
surfaced APP modified bitumen
Existing smooth- or granule-surfaced BUR or One or more layer(s), min. 0.5-inch
R-107. | smooth- or granule-surfaced SBS or granule- EneravGuard PZI iso’lnsullati.on LRF-M None N/A PVC-QS -180.0
surfaced APP modified bitumen gy v
Existing smooth- or granule-surfaced BUR or (Optional) One or more layer(s), min. 0.5-inch . . . .
Min. 0.25-inch DensDeck P .0.5-
R-108. | smooth- or granule-surfaced SBS or granule- EnergyGuard Polyiso Insulation, EnergyGuard LRF-M in:; I?ne? méuarj?—!sDT:ol i;:ngoc\)/regza?ds LRF-M PVC-QS -180.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation &y Y
Existi - in. 1.5-i LRF-M, 4-
R-109. xisting gravel-surfaced BUR, brushed/spudded | One or more Iayer.(s), min .5 inch 'RF M, 4 None N/A PVC-QS -200.0
and vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
Existing smooth- or granule-surfaced BUR or One or more layer(s), min. 1.5-inch
R-110. | smooth- or granule-surfaced SBS or granule- EnerevGuard le isollnsullati.on LRF-M None N/A PVC-QS -210.0
surfaced APP modified bitumen &Y v
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate uat Y T p nsulat i R Roof Cover MDP
No. Note 1 and Note 12 ac ac (Note 15) f)*A
° (Note 1 and Note 12) [YEs (Notes 6,7,8) U2 (Notes 6,7,8) - (psf)
Existing smooth- or granule-surfaced BUR or (Optional) One or more layer(s), min. 1.5-inch . . - .
R-111. | smooth- or granule-surfaced SBS or granule- EnergyGuard Polyiso Insulation, EnergyGuard LRF-M :\::; Séif_lngzaljrzr:gicokl ig:’lgo?/;:;gé?:_ LRF-M PVC-QS -210.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation gy Y
Existing smooth- or granule-surfaced asphalt (Optional) One or more layer(s), min. 0.5-inch LRE-M Min. 0.5-inch EnergyGuard HD Polyiso Cover LRE-M
R-112. | BUR or SBS modified bitumen or granule- EnergyGuard Polyiso Insulation, EnergyGuard Canister Board or EnergyGuard HD Plus Polyiso Cover Canister PVC-QS -75.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation Board
Existing smooth- or granule-surfaced asphalt (Optional) One or more layer(s), min. 0.5-inch . . .
- . . . LRF-M Min. 1.5-inch E Pol -HD LRF-M
R-113. | BUR or SBS modified bitumen or granule- EnergyGuard Polyiso Insulation, EnergyGuard Canister Comm oiitlzclnsur::triifuard olylso Canister PVC-QS -165.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation P
Existing smooth- or granule-surfaced asphalt One or more layer(s), min. 0.5-inch . . . .
R-114. | BUR or SBS modified bitumen or granule- EnergyGuard Polyiso Insulation, EnergyGuard I(-I'Zi-i's\ﬂer (scégt;;r:(ljz('\ém.:tf:ir;:; ﬁzz:%icatgnme or g:i:cler PVC-QS -180.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation vp
Existing smooth- or granule-surfaced asphalt . .
- . | , Min. 1.5-inch LRF-M
R-115. | BUR or SBS modified bitumen or granule- (E)::ror G”;‘:rrz sz;erl(:o) Inslunlati j’n'”c N None N/A PVC-QS -225.0
surfaced APP modified bitumen gy 4
Existing smooth—. gr grénule—surfaced asphalt (Optional) One or.more Iaye.r(s), Min. 1.5-inch LRE-M Min. 0.25-inch DensDeck Prime or LRE-M
R-116. | BUR or SBS modified bitumen or granule- EnergyGuard Polyiso Insulation, EnergyGuard ) X . PVC-QS -225.0
- . Canister SECUROCK Gypsum-Fiber Roof Board Canister
surfaced APP modified bitumen RA
R117. Existing gravel-surfaced BUR, brushed/spudded | One or more Iayer.(s), Min. 1-.5-|nch LRE-XE None N/A PVC-QS 1100
and vacuumed to remove loose gravel EnergyGuard Polyiso Insulation
R-118. Existing gravel-surfaced BUR, brushed/spudded | (Optional) One or.more Iayer(s), Min. 1.5-inch LRE-XE Min. 1.5.-|nch Ener.gyGuard Polyiso-HD LRE-XE PVC-QS 1100
and vacuumed to remove loose gravel EnergyGuard Polyiso Insulation Composite Insulation
R-119. Existing gravel-surfaced BUR, brushed/spudded | One or more Iayer.(s), Min. 1V.5—|nch !_RF—XF, 6- None N/A PVC-QS 1575
and vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
Existing gravel-surfaced BUR, brushed/spudded | (Optional) One or more layer(s), Min. 1.5-inch | LRF-XF, 6- Min. 1.5-inch EnergyGuard Polyiso-HD LRF-XF, 6-
R-120. ) | . . h . PVC-QS -157.5
and vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c. Composite Insulation inch o.c.
Existing smooth- or granule-surfaced BUR; (Optional) One or more layer(s), min. 0.5-inch . . .
Min. 1.5-inch E Pol -HD
R-121. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF CoI:n oiitlzclnsur;aetriifuard olylso LRF-XF PVC-QS -165.0
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation P
Existing smooth- or granule-surfaced BUR; One or more layer(s), min. 0.5-inch
R-122. | smooth- or granule-surfaced SBS or APP v o e LRF-XF None N/A PVC-QS -180.0
e . EnergyGuard Polyiso Insulation
modified bitumen
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate uat Y T p nsulat i R Roof Cover MDP
No. Note 1 and Note 12 ac ac (Note 15) f)*A
° (Note 1 and Note 12) [YEs (Notes 6,7,8) U2 (Notes 6,7,8) - (psf)
Existing smooth- or granule-surfaced BUR; (Optional) One or more layer(s), min. 0.5-inch Sl\/llzgufééi;(lrg:h SSQS—EEC:r?cIEfBOOrard or min
R-123. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF ) s . " | LRF-XF PVC-QS -180.0
e . . X 0.5-inch EnergyGuard HD Polyiso Cover
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation Board
R-124. Existing gravel-surfaced BUR, brushed/spudded | One or more Iayet(s), min. 1~.5—|nch !_RF—XF, 4- None N/A PVC-QS -200.0
and vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
R-125. | Existing granule-surfaced cap membrane One or more layer(s), min. 1.5-inch LRF-XF None N/A PVC-QS 2100
EnergyGuard Polyiso Insulation
(Optional) One or more layer(s), min. 1.5-inch \ . . R
R-126. | Existing granule-surfaced cap membrane EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF ,Mm' 0.25-inch B@hsDeck P.rlme or min. 0.5- LRF-XF PVC-QS -210.0
. \ inch EnergyGuard HD Polyiso Cover Board
RA or EnergyGuard Ultra Polyiso Insulation
| in. 1.5-inch
R-127. | Existing smooth-surfaced modified bitumen One or more layer(s), min. 1.5-inc LRF-XF None N/A PVC-QS 2225
EnergyGuard Polyiso Insulation
s Min. 0.25-inch SECUROCK Gypsum-Fiber Roof
E h-surf BUR le- ) :
R-128, | DXisting smooth-surfaced BUR or granule Board or min. 0.5-inch EnergyGuard HD LRF-XF None N/A PVC-QS -245.0
surfaced modified bitumen .
Polyiso Cover Board
- One or more layer(s), min. 1.5-inch
R-129. | Existing smooth-surfaced BUR ) K LRF-XF None N/A PVC-QS -262.5
EnergyGuard Polyiso Insulation
I in. 1.5-inch
R-130. | Existing granule-surfaced modified bitumen One ogore ayer.(s), mR .5 - LRF-XF None N/A PVC-QS -270.0
EnergyGuard Polyiso Insulation
Existing smooth- or granule-surfaced BUR;
smooth- or granule-surfaced SBS modified Min. 1.5-inch, min. 1.8 pcf (Type IX), Min. 0.25-inch DensDeck Prime or min. 0.5-
R-131. R o . B . . B PVC- -45.
3 bitumen or granule-surfaced APP modified Insulfoam Roofing EPS 0B500 inch EnergyGuard HD Polyiso Cover Board 0B500 cas >0
bitumen
Min. 0.5-inch E HD Polyi
Existing smooth- or granule-surfaced BUR; . . . in. 0.5-inch EnergyGuard © yl.so Cover
smooth- or granule-surfaced SBS modified (Optional) One or more layer(s), min. 0.5-inch Board or EnergyGuard HD Plus Polyiso Cover
R-132. R & > EnergyGuard Polyiso Insulation, EnergyGuard 0OB500 Board or min. 1.5-inch EnergyGuard Polyiso- 0OB500 PVC-QS -97.5
bitumen or granule-surfaced APP modified . X . .
bitumen RA or EnergyGuard Ultra Polyiso Insulation HD Composite Insulation or Ultra HD
Composite Insulation
R-133. Existing gravel-surfaced BUR, brushed/spudded | One or more Iayer.(s), Min. 1..5—|nch 0B500 None N/A PVC-QS 110.0
and vacuumed to remove loose gravel EnergyGuard Polyiso Insulation
R-134. Existing gravel-surfaced BUR, brushed/spudded | (Optional) One or.more Iayer(s), Min. 1.5-inch 0B500 Min. 1.5.—inch Ener.gyGuard Polyiso-HD 0B500 PVC.QS 110.0
and vacuumed to remove loose gravel EnergyGuard Polyiso Insulation Composite Insulation
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate uat Y T p nsulat i R Roof Cover MDP
No. Note 1 and Note 12 ac ac (Note 15) f)*A
° (Note 1 and Note 12) [YEs (Notes 6,7,8) U2 (Notes 6,7,8) - (psf)
Existing smooth- or granule-surfaced BUR;
smooth- or granule-surfaced SBS modified (Optional) Min. 2-inch, min. 1.8 pcf (Type IX), Min. 0.25-inch DensDeck Prime or min. 0.5-
R-135. R - . OB500 . \ OB500 PVC-QS -120.0
bitumen or granule-surfaced APP modified Insulfoam Roofing EPS inch EnergyGuard HD Polyiso Cover Board Q
bitumen
R-136. Existing gravel-surfaced BUR, brushed/spudded | One or more Iayet(s), Min. 1~.5—|nch QBSOO, 6- None N/A PVC-QS 1575
and vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
R-137 Existing gravel-surfaced BUR, brushed/spudded | (Optional) One or more layer(s), Min. 1.5-inch | OB500, 6- Min. 1.5-inch EnergyGuard Polyiso-HD 0OB500, 6- PVC-QS 1575
" | and vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c. Composite Insulation inch o.c. '
Existing smooth- or granule-surfaced BUR; One or more layer(s), min. 0.5-inch
R-138. | smooth- or granule-surfaced SBS or APP Y o e OB500 None N/A PVC-QS -180.0
e . EnergyGuard Polyiso Insulation
modified bitumen
Existing smooth- or granule-surfaced BUR; One or more layer(s), min. 0.5-inch . . . .
’ Min. 0.25-inch DensDeck P .0.5-
R-139. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard OB500 in:; Eonef méuarjr:-lsDT’col i;:]Ceo?/reTéga?ds OB500 PVC-QS -180.0
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation gy v
R-140. Existing gravel-surfaced BUR, brushed/spudded | One or more Iayer.(s), Min. 1..5-|nch F)BSOO, 4- None N/A PVC-QS -200.0
and vacuumed to remove loose gravel EnergyGuard Polyiso Insulation inch o.c.
Existing smooth- or granule-surfaced BUR; One or more layer(s), min. 1.5-inch
R-141. | smooth- or granule-surfaced SBS or APP versly o 0B500 None N/A PVC-QS -210.0
e . EnergyGuard Polyiso Insulation
modified bitumen
Existing smooth- or granule-surfaced BUR; One or more layer(s), min. 1.5-inch . . . .
Min. 0.25-inch DensDeck P .0.5-
R-142. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard OB500 in:}: I?ne? mGCuaro-lsDicol i;:nceo?/re:;r;a?ds 0OB500 PVC-QS -210.0
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation gy 4
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS IN WB181 BONDING ADHESIVE:
Min. 0.5-inch EnergyGuard HD Polyiso Cover
. (Optional) One or more layer(s), min. 0.5-inch Board or EnergyGuard HD Plus Polyiso Cover
E h- le-surf: BUR . . - ;
R-143. s:wlit;r;ﬁ—sg:o?;nucl)er—itrjifnauc:dsxozciggd tjitucr);en EnergyGuard Polyiso Insulation, EnergyGuard LRF-M Board or min. 1.5-inch EnergyGuard Polyiso- LRF-M PVCF-WB -75.0
g RA or EnergyGuard Ultra Polyiso Insulation HD Composite Insulation or Ultra HD
Composite Insulation
. One or more layer(s), Min. 1.5-inch
E -
R-144, | DXisting gravel-surfaced BUR, brushed/spudded | g o\ cuard polyiso Insulation or LRF-M None N/A PVCF-WB -110.0
and vacuumed to remove loose gravel ) )
EnergyGuard Ultra Polyiso Insulation
Existing gravel-surfaced BUR, (Optional) One or more layer(s), Min. 1.5-inch Min. 1.5-inch EnergyGuard Polyiso-HD
R-145. | brushed/spudded and vacuumed to remove EnergyGuard Polyiso Insulation or LRF-M Composite Insulation or Ultra HD Composite LRF-M PVCF-WB -110.0
loose gravel EnergyGuard Ultra Polyiso Insulation Insulation
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate b T & i R Roof Cover MDP
No. Note 1 and Note 12 ac ac (Note 15) (psf)*A
(toted and Note 12) L (Notes 6,7.8) L (Notes 6,7.8) -
. One or more layer(s), Min. 1.5-inch
R-146. Existing gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or !'RF_M’ & None N/A PVCF-WB -157.5
and vacuumed to remove loose gravel . . inch o.c.
EnergyGuard Ultra Polyiso Insulation
- (Optional) One or more layer(s), Min. 1.5-inch Min. 1.5-inch EnergyGuard Polyiso-HD
E I-surf BUR h LRF-M, 6- LRF-M, 6-
R-147. isting gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or . 6 Composite Insulation or Ultra HD Composite . 6 PVCF-WB -157.5
and vacuumed to remove loose gravel . ) inch o.c. ; inch o.c.
EnergyGuard Ultra Polyiso Insulation Insulation
Existing smooth- or granule-surfaced BUR or (Optional) One or more layer(s), min. 0.5-inch . . .
R-148. | smooth- or granule-surfaced SBS or granule- EnergyGuard Polyiso Insulation or LRF-M g)mm 1(')3;2‘;:;?:;3?“”" Polyiso-HD LRF-M PVCF-WB -157.5
surfaced APP modified bitumen EnergyGuard Ultra Polyiso Insulation P
Existing smooth- or granule-surfaced BUR or One or more layer(s), min. 0.5-inch
R-149. | smooth- or granule-surfaced SBS or granule- EnergyGuard Polyiso Insulation or LRF-M None N/A PVCF-WB -180.0
surfaced APP modified bitumen EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR or (Optional) One or more layer(s), min. 0.5-inch Min. 0.25-inch DensDeck Prime or
R-150. | smooth- or granule-surfaced SBS or granule- EnergyGuard Polyiso Insulation, EnergyGuard LRF-M SECUROCK Gypsum-Fiber Roof Board or min. | LRF-M PVCF-WB -180.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation 1.5-inch Ultra HD Composite Insulation
- (Optional) One or more layer(s), min. 1.5-inch
R-151. Existing gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation, EnergyGuard !'RF M, 4 Min. 1.5-inch Ultra HD Composite Insulation .LRF M, 4 PVCF-WB -187.5
and vacuumed to remove loose gravel . . inch o.c. inch o.c.
RA or EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR or (Optional) One or more layer(s), min. 1.5-inch
R-152. | smooth- or granule-surfaced SBS or granule- EnergyGuard Polyiso Insulation, EnergyGuard LRF-M Min. 1.5-inch Ultra HD Composite Insulation LRF-M PVCF-WB -187.5
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation
L One or more layer(s), Min. 1.5-inch
E I-surf BUR h ! LRF-M, 4-
R-153. isting gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or . ! None N/A PVCF-WB -200.0
and vacuumed to remove loose gravel . ) inch o.c.
EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR or One or more layer(s), min. 1.5-inch
R-154. | smooth- or granule-surfaced SBS or granule- EnergyGuard Polyiso Insulation or LRF-M None N/A PVCF-WB -225.0
surfaced APP modified bitumen EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR or (Optional) One or more layer(s), min. 1.5-inch . . .
Min. 0.25-inch DensDeck P
R-155. | smooth- or granule-surfaced SBS or granule- EnergyGuard Polyiso Insulation, EnergyGuard LRF-M SEIgU[;Of:KmGC sjr?—Fiebcer chIJrngc:ard LRF-M PVCF-WB -225.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation vp
Existing smooth- or granule-surfaced asphalt (Optional) One or more layer(s), min. 0.5-inch LRE-M Min. 0.5-inch EnergyGuard HD Polyiso Cover LRE-M
R-156. | BUR or SBS modified bitumen or granule- EnergyGuard Polyiso Insulation, EnergyGuard Canister Board or EnergyGuard HD Plus Polyiso Cover Canister PVCF-WB -75.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation Board
Existing smooth- or granule-surfaced asphalt (Optional) One or more layer(s), min. 0.5-inch . . .
R-157. | BUR or SBS modified bitumen or granule- EnergyGuard Polyiso Insulation, EnergyGuard I(-::Eixer x)wr; 1(');;2?:;?:;3]Guard Polyiso-HD ézlr:\izfcler PVCF-WB -157.5
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation P
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Y T P i R Roof Cover MDP
No. Note 1 and Note 12 ac ac (Note 15) f)*A
° (Note 1 and Note 12) [YEs (Notes 6,7,8) U2 (Notes 6,7,8) - (psf)
Existing smooth- or granule-surfaced asphalt One or more layer(s), min. 0.5-inch . . . .
R-158. | BUR or SBS modified bitumen or granule- EnergyGuard Polyiso Insulation, EnergyGuard t::ixer (S(;?:Sc;rgclz('\ém'::if:;c(; I;zr;:[;tz(r;rlme 4 g:i,s\{cler PVCF-WB -180.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation vp
Existing smooth- or granule-surfaced asphalt . .
| . 1.5-inch LRF-M
R-159. | BUR or SBS modified bitumen or granule- E:;org::rrz sz:eri(sso)’lnmsl:latijnmc Canister None N/A PVCF-WB -225.0
surfaced APP modified bitumen gy 4
Existing smooth—. gr grénule—surfaced asphalt (Optional) One or.more Iaye.r(s), min. 1.5-inch LRE-M Min. 0.25-inch DensDeck Prime or LRE-M
R-160. | BUR or SBS modified bitumen or granule- EnergyGuard Polyiso Insulation, EnergyGuard Canister SECUROCK Gvpsum-Fiber Roof Board Canister PVCF-WB -225.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation P
L One or more layer(s), Min. 1.5-inch
E I-surf BUR, h e h
R-161, | EXisting gravel-surfaced BUR, brushed/spudded | o o\ o polyiso Insulation or LRF-XF None N/A PVCF-WB -110.0
and vacuumed to remove loose gravel . .
EnergyGuard Ultra Polyiso Insulation
- (Optional) One or more layer(s), Min. 1.5-inch Min. 1.5-inch EnergyGuard Polyiso-HD
E I-surf BUR, h
R-162. isting gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or LRF-XF Composite Insulation or Ultra HD Composite LRF-XF PVCF-WB -110.0
and vacuumed to remove loose gravel . . .
EnergyGuard Ultra Polyiso Insulation Insulation
Existing gravel-surfaced BUR, brushed/spudded One or more layer(giiiiih. 1.5y LRF-XF, 6-
R-163. €8 ! P EnergyGuard Polyiso Insulation or . ! None N/A PVCF-WB -157.5
and vacuumed to remove loose gravel . . inch o.c.
EnergyGuard Ultra Polyiso Insulation
. (Optional) One or more layer(s), Min. 1.5-inch Min. 1.5-inch EnergyGuard Polyiso-HD
E I-surf BUR h LRF-XF, 6- LRF-XF, 6-
R-164. isting gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or X RF-XF, 6 Composite Insulation or Ultra HD Composite . 6 PVCF-WB -157.5
and vacuumed to remove loose gravel . . inch o.c. . inch o.c.
EnergyGuard Ultra Polyiso Insulation Insulation
Existing smooth- or granule-surfaced BUR; One or more layer(s), Min. 0.5-inch
R-165. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF None N/A PVCF-WB -180.0
modified bitumen Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR; (Optional) One or more layer(s), min. 0.5-inch Min. 0.25-inch DensDeck Prime or
R-166. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF SECUROCK Gypsum-Fiber Roof Board or min. | LRF-XF PVCF-WB -180.0
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation 1.5-inch Ultra HD Composite Insulation
- (Optional) One or more layer(s), Min. 1.5-inch
E I-surf BUR LRF-XF, 4- LRF-XF, 4-
R-167. isting gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or X ! Min. 1.5-inch Ultra HD Composite Insulation . ! PVCF-WB -187.5
and vacuumed to remove loose gravel . . inch o.c. inch o.c.
EnergyGuard Ultra Polyiso Insulation
L One or more layer(s), Min. 1.5-inch
E - LRF-XF, 4-
R-168. xisting gravel-surfaced BUR, Bfushed/Spudded EnergyGuard Polyiso Insulation or X RF-XF, 4 None N/A PVCF-WB -200.0
and vacuumed to remove loose gravel . . inch o.c.
EnergyGuard Ultra Polyiso Insulation
One or more layer(s), min. 1.5-inch
R-169. | Existing granule-surfaced cap membrane EnergyGuard Polyiso Insulation or LRF-XF None N/A PVCF-WB -225.0
EnergyGuard Ultra Polyiso Insulation
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate uat b T e i R Roof Cover MDP
No. Note 1 and Note 12 ac EI3 (Note 15) (psf)*A
° (Note 1 and Note 12) Type (Notes 6,7,8) Type (Notes 6,7,8) HL =
(Optional) One or more layer(s), min. 1.5-inch . . .
. . Min. 0.25-inch DensDeck P
R-170. | Existing granule-surfaced cap membrane EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF n INCIER "~ .ec p "¢ o LRF-XF PVCF-WB -225.0
. X SECUROCK Gypsum-Fiber Roof Board
RA or EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR; . . . jin- 0@ Energguard HD Poly!so Cover
smooth- or granule-surfaced SBS modified (Optional) One or more layer(s), min. 0.5-inch Board or EnergyGuard HD Plus Polyiso Cover
R-171. R & . EnergyGuard Polyiso Insulation, EnergyGuard 0OB500 Board or min. 1.5-inch EnergyGuard Polyiso- 0OB500 PVCF-WB -97.5
bitumen or granule-surfaced APP modified . X . .
bitumen RA or EnergyGuard Ultra Polyiso Insulation HD Composite Insulation or Ultra HD
Composite Insulation
L One or more layer(s), Min. 1.5-inch
R-172, | Eisting gravel-surfaced BUR, brushed/spudded | o o\ o polyiso Insulation or 0B500 None N/A PVCF-WB -110.0
and vacuumed to remove loose gravel . .
EnergyGuard Ultra Polyiso Insulation
- (Optional) One or more layer(s), Min. 1.5-inch Min. 1.5-inch EnergyGuard Polyiso-HD
E I-surf; BUR h
R-173. isting gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or OB500 Composite Insulation or Ultra HD Composite | OB500 PVCF-WB -110.0
and vacuumed to remove loose gravel . ) .
EnergyGuard Ultra Polyiso Insulation Insulation
Existing gravel-surfaced BUR, brushed/spudded One or more layer(s), Min. 1.5-inch 0OB500, 6
R-174. €8 ’ P EnergyGuard Polyiso Insulation or . ! None N/A PVCF-WB -157.5
and vacuumed to remove loose gravel . . inch o.c.
EnergyGuard Ultra Polyiso Insulation
. (Optional) One or more layer(s), Min. 1.5-inch Min. 1.5-inch EnergyGuard Polyiso-HD
E I-surf BUR h B - B -
R-175. isting gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or O >00, 6 Composite Insulation or Ultra HD Composite O 500, 6 PVCF-WB -157.5
and vacuumed to remove loose gravel X : inch o.c. . inch o.c.
EnergyGuard Ultra Polyiso Insulation Insulation
Existing smooth- or granule-surfaced BUR; (Optional) One or more layer(s), min. 0.5-inch . . .
’ ! Min. 1.5-inch E Pol -HD
R-176. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard OB500 " 5. inc ner.gyGuard olyise OB500 PVCF-WB -157.5
. . . X Composite Insulation
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR; One or more layer(s), min. 0.5-inch
R-177. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation or OB500 None N/A PVCF-WB -180.0
modified bitumen EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR; (Optional) One or more layer(s), min. 0.5-inch . . .
. A Min. 0.25-inch DensDeck P
R-178. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard OB500 In. 0.25-inch Dens 'ec rime or 0OB500 PVCF-WB -180.0
e . . X SECUROCK Gypsum-Fiber Roof Board
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation
L (Optional) One or more layer(s), Min. 1.5-inch
E - B - B -
R-179. xisting gravel-surfaced BUR, brushill{spudded EnergyGuard Polyiso Insulation or O >00, 4 Min. 1.5-inch Ultra HD Composite Insulation O 500, 4 PVCF-WB -187.5
and vacuumed to remove loose gravel ) ) inch o.c. inch o.c.
EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR; (Optional) One or more layer(s), min. 1.5-inch
R-180. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard OB500 Min. 1.5-inch Ultra HD Composite Insulation OB500 PVCF-WB -187.5
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate uat Y T p nsulat i R Roof Cover MDP
No. Note 1 and Note 12 ac ac (Note 15) £)*A
° (Note 1 and Note 12) Type (Notes 6,7,8) Type (Notes 6,7,8) HL (psf)
. One or more layer(s), Min. 1.5-inch
R-181. Existing gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or ,OBSOO' 4 None N/A PVCF-WB -200.0
and vacuumed to remove loose gravel . . inch o.c.
EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR; One or more layer(s), min. 1.5-inch
R-182. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation or OB500 None N/A PVCF-WB -225.0
modified bitumen EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR; (Optional) One or more layer(s), min. 1.5-inch . Y .
R-183. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard OB500 g Y DensD.eck Prime or OB500 PVCF-WB -225.0
e . . X SECUROCK Gypsum-Fiber Roof Board
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS IN LRF ADHESIVE M OR LRF ADHESIVE O:
PVCF-LM (12-
Existing smooth- or granule-surfaced BUR or Min. 1-inch EnergyGuard Polyiso Insulation, inch o.c.) or
R-184. o ; ) - LRF-M N N/A -45.0
smooth- or granule-surfaced modified bitumen | EnergyGuard Ultra Polyiso Insulation one / PVCF-LO (12-
inch o.c.)
PVCF-LM (12-
Existing smooth- or granule-surfaced BUR or . . . . . inch o.c.) or
R-185. smooth- or granule-surfaced modified bitumen (Optional) Min. 1-inch EnergyGuard RA LRF-M Min. 1.5-inch EnergyGuard RA LRF-M PVCF-LO (12- -45.0
inch o.c.)
PVCF-LM (12-
Existing smooth- or granule-surfaced BUR or Min. 0.5-inch EnergyGuard Polyiso Insulation, inch o.c.) or
R-186. LRF-M N N/A -60.0
smooth- or granule-surfaced modified bitumen | EnergyGuard Ultra Polyiso Insulation one / PVCF-LO (12-
inch o.c.)
. (Optional) Min. 0.5-inch EnergyGuard Polyiso Min. 1.5-inch EnergyGuard Polyiso-HD PVCF-LM or
E h- le-surf: BUR . ) . h .
R-187. Xisting smooth- or granule-sur ac'e.d U_ or Insulation, EnergyGuard Ultra Polyiso LRF-M Composite Insulation or Ultra HD Composite LRF-M PVCF-LO, 12- -60.0
smooth- or granule-surfaced modified bitumen X . .
Insulation Insulation inch o.c.
Existing smooth- or granule-surfaced I?L.JR; PVCF-LM (12-
smooth- or granule-surfaced SBS modified Min. 1.5-inch EnergyGuard Polyiso Insulation inch o.c.) or
R-188. | bitumen or gravel-surfaced BUR, ‘'Y &Y A Y . LRF-M (Optional) Additional layer of base insulation | LRF-M - -60.0
or EnergyGuard Ultra Polyiso Insulation PVCF-LO (12-
brushed/spudded and vacuumed to remove .
inch o.c.)
loose gravel
Existing smooth- or granule-surfaced BUR;
smooth- or granule-surfaced SBS modified (Optional) Min. 1.5-inch EnergyGuard Polyiso Min. 1.5-inch EnergyGuard Polyiso-HD PVCF-LM or
R-189. | bitumen or gravel-surfaced BUR, Insulation or EnergyGuard Ultra Polyiso LRF-M Composite Insulation or Ultra HD Composite LRF-M PVCF-LO, 12- -60.0
brushed/spudded and vacuumed to remove Insulation Insulation inch o.c.
loose gravel
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate uat Y T p nsulat i R Roof Cover MDP
No. Note 1 and Note 12 ac ac (Note 15) (psf)*A
° (Note 1 and Note 12) Type (Notes 6,7,8) Type (Notes 6,7,8) HL =
- (Optional) Min. 0.5-inch EnergyGuard Polyiso
R-190. Existing smooth- or granule—surfac.e.d BU,R or Insulation, EnergyGuard Ultra Polyiso LRF-M Min. 0.25-inch DensDeck Prime LRF-M FVCF_LO (12- -45.0
smooth- or granule-surfaced modified bitumen . R . inch o.c.)
Insulation or min. 1-inch EnergyGuard RA
. . . . PVCF-LM (12-
1) Min. 0.5-inch E Pol
Existing smooth- or granule-surfaced BUR or (Optlor?a JMin. 0.5-inc nergyGu§rd olylso Min. 0.25-inch SECUROCK Gypsum-Fiber inch o.c.) or
R-191. o A Insulation, EnergyGuard Ultra Polyiso LRF-M LRF-M -45.0
smooth- or granule-surfaced modified bitumen X R . Roof Board PVCF-LO (12-
Insulation or min. 1-inch EnergyGuard RA .
inch o.c.)
Existing smooth- or granule-surfaced BUR or (Opt|or?al) Min. 0.5-inch EnergyGuszrd Polyiso Min. 0.25-inch DEXcell FA Glass Mat Roof PVCF-LM (12-
R-192. o A Insulation, EnergyGuard Ultra Polyiso LRF-M LRF-M . -45.0
smooth- or granule-surfaced modified bitumen . ) ) Board inch o.c.)
Insulation or min. 1-inch EnergyGuard RA
L (Optional) One or more layer(s), min. 0.5-inch . . . PVCF-LM or
R-193. Existing smooth- or granule surfac.e.d BU.R or EnergyGuard Polyiso Insulation, EnergyGuard LRF-M Min. 1'5. joch Ener.gyGuard Polyiso-HD LRF-M PVCF-LO, 4-inch -165.0
smooth- or granule-surfaced modified bitumen . X Composite Insulation
RA or EnergyGuard Ultra Polyiso Insulation o.c.
Existing smooth- or aranule-surfaced BUR or (Optional) One or more layer(s), min. 0.5-inch Min. 0.25-inch DensDeck Prime or PVCF-LM or
R-194. smootﬁ— or ranuIe—Eurfaced modified bitumen EnergyGuard Polyiso Insulation, EnergyGuard LRF-M SECUROCK Gypsum-Fiber Roof Board or min. | LRF-M PVCF-LO, 4-inch -180.0
8 RA or EnergyGuard Ultra Polyiso Insulation 1.5-inch Ultra HD Composite Insulation o.c.
L (Optional) One or more layer(s), min. 0.5-inch . .
E h- le-surf; BUR Min. 0.25-inch DEXcell FA Gl Mat Roof PVCF-LM (4-
R-195. Xisting smooth- or granule-sur ac'e.d U_ or EnergyGuard Polyiso Insulation, EnergyGuard LRF-M in. 0.25-inc ce Glass Mat Roo LRF-M . ¢ ( -180.0
smooth- or granule-surfaced modified bitumen ; ) Board inch o.c.)
RA or EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced asphalt . . . .
R-196. | BUR or SBS modified bitumen or granule- (OptIOt’-la” Min. 1.5-inch EnergyGuard Polyiso LRF_.M Min. 0.25-inch DensDeck Prime LRF-.M .PVCF-LO’ 12- -45.0
- . Insulation, EnergyGuard RA Canister Canister inch o.c.
surfaced APP modified bitumen
Existing smooth- or granule-surfaced asphalt ) . . . . . . PVCF-LM or
R-197. | BUR or SBS modified bitumen or granule- (Optlor.wal) Min. 1.5-inch EnergyGuard Polyiso LRF.M Min. 0.25-inch SECUROCK Gypsum-Fiber LRF.M PVCF-LO, 12- -45.0
- . Insulation, EnergyGuard RA Canister Roof Board Canister .
surfaced APP modified bitumen inch o.c.
Existing smooth- or granule-surfaced asphalt . . . . PVCF-LM or
1) Min. 1.5-inch E Pol LRF-M . . LRF-M
R-198. | BUR or SBS modified bitumen or granule- (Optlor?a ) Min. 1.5-inch EnergyGuard Polyiso . Min. 1.5-inch EnergyGuard RA . PVCF-LO, 12- -45.0
- R Insulation, EnergyGuard RA Canister Canister .
surfaced APP modified bitumen inch o.c.
Existing smooth- or granule-surfaced asphalt LRE-M LRE-M PVCF-LM or
R-199. | BUR or SBS modified bitumen or granule- Min. 1.5-inch EnergyGuard Polyiso Insulation ) (Optional) Additional layer of base insulation ) PVCF-LO, 12- -60.0
- g Canister Canister .
surfaced APP modified bitumen inch o.c.
Existing smooth- or granule-surfaced asphalt ) . . . . . . PVCF-LM or
. 1.5- E LRF- .1.5- E -HD LRF-
R-200. | BUR or SBS modified bitumen or granule- (Opt|or'1al) Min. 1.5-inch EnergyGuard Polyiso RF.M Min 5.|nch ner.gyGuard Polyiso-H RF.M PVCF-LO, 12- -60.0
- R Insulation, EnergyGuard RA Canister Composite Insulation Canister .
surfaced APP modified bitumen inch o.c.
Existing smooth- or granule-surfaced asphalt (Optional) One or more layer(s), min. 0.5-inch . . . PVCF-LM or
LRF- .1.5- E -HD LRF- .
R-201. | BUR or SBS modified bitumen or granule- EnergyGuard Polyiso Insulation, EnergyGuard CZ;iZIer (’\:/gnm oiitlzcl:sur::;i\fuard Polyiso-H CZEisl\fer PVCF-LO, 4-inch -165.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation P o.c.
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate uat Y T p nsulat i R Roof Cover MDP
No. Note 1 and Note 12 ac ac (Note 15) f)*A
° (Note 1 and Note 12) [YEs (Notes 6,7,8) U2 (Notes 6,7,8) - (psf)
Existing smooth-. <?r graTnuIe-surfaced asphalt (Optional) One or.more Iaye.r(s), min. 0.5-inch LRE-M Min. 0.25-inch DensDeck Prime or LRE-M PVCF-LM or.
R-202. | BUR or SBS modified bitumen or granule- EnergyGuard Polyiso Insulation, EnergyGuard Canister SECUROCK Gypsum-Fiber Roof Board Canister PVCF-LO, 4-inch -180.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation vp o.c.
PVCF-LM (12-
Existing smooth- or granule-surfaced BUR or Min. 1-inch EnergyGuard Polyiso Insulation, inch o.c.) or
R-203. LRF-XF N N/A -45.
03 smooth- or granule-surfaced modified bitumen | EnergyGuard Ultra Polyiso Insulation R / PVCF-LO (12- >0
inch o.c.)
Existing smooth- or granule-surfaced I?L.JR; PVCF-LM (12-
smooth- or granule-surfaced SBS modified Min. 1.5-inch EnergyGuard Polyiso Insulation inch o.c.) or
R-204. | bitumen or gravel-surfaced BUR, - 6y Jrolyison LRF-XF (Optional) Additional layer of base insulation | LRF-XF - -60.0
or EnergyGuard Ultra Polyiso Insulation PVCF-LO (12-
brushed/spudded and vacuumed to remove .
inch o.c.)
loose gravel
Existing smooth- or granule-surfaced BUR;
smooth- or granule-surfaced SBS modified (Optional) Min. 1.5-inch EnergyGuard Polyiso Min. 1.5-inch EnergyGuard Polyiso-HD PVCF-LM or
R-205. | bitumen or gravel-surfaced BUR, Insulation, EnergyGuard Ultra Polyiso LRF-XF Composite Insulation or Ultra HD Composite LRF-XF PVCF-LO, 12- -60.0
brushed/spudded and vacuumed to remove Insulation Insulation inch o.c.
loose gravel
Sr):ztcl)rt]ﬁ—Scr)nrO?;Z-U(I)er—itrjar?auclzgisggsaf:gd?:jci; (Optional) One or more layer(s), min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso-HD PVCF-LM or
R-206. | o & n EnergyGuard Polyiso Insulation, EnergyGuard | LRF-XF o 8y v LRF-XF PVCF-LO, 4-inch | -165.0
bitumen or granule-surfaced APP modified . X Composite Insulation
X RA or EnergyGuard Ultra Polyiso Insulation o.c.
bitumen
S::Ztgt]ﬁ_S;nrO?;:-ufg_irr?au::j:;?f:gd?::z (Optional) One or more layer(s), min. 0.5-inch Min. 0.25-inch DensDeck Prime or PVCF-LM or
R-207. R & . EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF SECUROCK Gypsum-Fiber Roof Board or min. | LRF-XF PVCF-LO, 4-inch -180.0
bitumen or granule-surfaced APP modified . Y . X .
bitumen RA or EnergyGuard Ultra Polyiso Insulation 1.5-inch Ultra HD Composite Insulation o.c.
Existing smooth- or granule-surfaced BUR; h . .
smooth- or granule-surfaced SBS modified (Optional) One or more layer(s), min. 0.5-inch Min. 0.25-inch DEXcell FA Glass Mat Roof PVCF-LM (4-
R-208. R . EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF LRF-XF . -180.0
bitumen or granule-surfaced APP modified . X Board inch o.c.)
X RA or EnergyGuard Ultra Polyiso Insulation
bitumen
Existing smooth- or granule-surfaced BUR; PVCF-LM (12-
smooth- or granule-surfaced SBS modified Min. 1-inch EnergyGuard Polyiso Insulation, inch o.c.) or
R-209. bitumen or granule-surfaced APP modified EnergyGuard Ultra Polyiso Insulation OB500 None N/A PVCF-LO (12- 45.0
bitumen inch o.c.)
Existing smooth- or granule-surfaced BUR; PVCF-LM (12-
smooth- or granule-surfaced SBS modified ) . . . . inch o.c.) or
R-210. bitumen or granule-surfaced APP modified (Optional) Min. 1-inch EnergyGuard RA OB500 Min. 1.5-inch EnergyGuard RA 0OB500 PVCF-LO (12- -45.0
bitumen inch o.c.)
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the note , to the satisfaction of the Authority Having Jurisdiction.
he sub (See Note 12). The deck and sub. hall b ble of resisting th ject desi i d th d MDP h isfaction of the Authority Having Jurisdicti
Base Insulation Layer Top Insulation Layer
System Substrate uat Y T p nsulat i R Roof Cover MDP
No. Note 1 and Note 12 ac ac (Note 15) (psf)*A
0 (Note 1 and Note 12) Type (Notes 6,7,8) Type (Notes 6,7,8) o :
Existing smooth- or granule-surfaced BUR; PVCF-LM (12-
smooth- or granule-surfaced SBS modified Min. 0.5-inch EnergyGuard Polyiso Insulation, inch o.c.) or
R-211. bitumen or granule-surfaced APP modified EnergyGuard Ultra Polyiso Insulation 0B500 b N/A PVCF-LO (12- -60.0
bitumen inch o.c.)
Existing smooth- or granule-surfaced ?’L.JR; Optional) Min. 0.5-inch EnergyGuard Polyiso Min. 1.5-inch EnergyGuard Polyiso-HD PVCF-LM or
smooth- or granule-surfaced SBS modified
R-212. bitumen or granule—surfaced APP modified Insulation, EnergyGuard Ultra Polyiso OB500 Composite Insulation or Ultra HD Composite | OB500 PVCF-LO, 12- -60.0
X & Insulation Insulation inch o.c.
bitumen
Existing smooth- or granule-surfaced BUR; PVCF-LM (12-
smooth- or granule-surfaced SBS modified Min. 1.5-inch EnergyGuard Polyiso Insulation inch o.c.) or
R-213. | bitumen or gravel-surfaced BUR, or E;1e;‘ Guard Ulf:/a Polviso I:sulation 0B500 (Optional) Additional layer of base insulation | OB500 PVCF—Ld (12- -60.0
brushed/spudded and vacuumed to remove 8y y .
inch o.c.)
loose gravel
Existing smooth- or granule-surfaced BUR;
smooth- or granule-surfaced SBS modified (Optional) Min. 1.5-inch EnergyGuard Polyiso Min. 1.5-inch EnergyGuard Polyiso-HD PVCF-LM or
R-214. | bitumen or gravel-surfaced BUR, Insulation or EnergyGuard Ultra Polyiso OB500 Composite Insulation or Ultra HD Composite | OB500 PVCF-LO, 12- -60.0
brushed/spudded and vacuumed to remove Insulation Insulation inch o.c.
loose gravel
Existing smooth- or granule-surfaced BUR; ) . . )
e (Optional) Min. 0.5-inch EnergyGuard Polyiso
R-215. smooth or granule-surfaced SBS mOdI.ﬁ.Ed Insulation, EnergyGuard Ultra Polyiso OB500 Min. 0.25-inch DensDeck Prime OB500 .PVCF L0 (12 -45.0
bitumen or granule-surfaced APP modified Insulation or min. 1-inch EnerevGuard RA inch o.c.)
bitumen ' &Y
Existing smooth- or granule-surfaced BUR; ' . . . PVCF-LM (12-
R-216 smooth- or granule-surfaced SBS modified fr?sztllgtri]c?l? ':E/Ir:r;roz_::;iz Erl]fr;gzgr?;g Polyiso 0B500 Min. 0.25-inch SECUROCK Gypsum-Fiber 0B500 inch o.c.) or 45.0
" | bitumen or granule-surfaced APP modified Insulation,or miiy L-inch Ener Gzard RA Roof Board PVCF-LO (12- '
bitumen ’ &y inch o.c.)
Existing smooth- or granule-surfaced BUR; . . . )
R-217 smooth- or granule-surfaced SBS modified fr?sztllgtri]c?;) ':E/Ir::roz-:;crz Er;fr;gzgr?;g Polyiso OB500 Min. 0.25-inch DEXcell FA Glass Mat Roof 0B500 PVCF-LM (12- 45.0
" | bitumen or granule-surfaced APP modified Insulationlor miiy 1-inch Ener G\L/Jard RA Board inch o.c.) ’
bitumen ' &Y
Existi } N .
sr):s(;t;rcﬁ-scr::oc:;:uTg-EL??auJ:ds;;?(r::gd?fLije% (Optional) One or more layer(s), min. 0.5-inch Min. 1.5-inch EnergyGuard Polyiso-HD PVCF-LM or
R-218. | " 8 S EnergyGuard Polyiso Insulation, EnergyGuard | OB500 > &y v 0B500 PVCF-LO, 4-inch | -165.0
bitumen or granule-surfaced APP modified RA or EnerevGuard Ultra Polviso Insulation Composite Insulation o
bitumen gy Y o
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Y T P i R Roof Cover MDP
No. Note 1 and Note 12 ac ac (Note 15) (psf)*A
(Note 1 and Note 12) [YEs (Notes 6,7,8) U2 (Notes 6,7,8) -
fr):ztclyr;ﬁ-s?ro?;:—uier-iL??auclz;jsggsa::gd?fliJe'Z (Optional) One or more layer(s), min. 0.5-inch Min. 0.25-inch DensDeck Prime or PVCF-LM or
R-219. R 8 . EnergyGuard Polyiso Insulation, EnergyGuard OB500 SECUROCK Gypsum-Fiber Roof Board or min. | OB500 PVCF-LO, 4-inch -180.0
bitumen or granule-surfaced APP modified . X . . .
bitumen RA or EnergyGuard Ultra Polyiso Insulation 1.5-inch Ultra HD Composite Insulation o.c.
Existing smooth- or granule-surfaced BUR; . . .
e (Optional) One or more layer(s), min. 0.5-inch . .
h- le-surf: B f .0.25- - -
R-220. smoot or granule-surfaced SBS modl. |§d EnergyGuard Polyiso Insulation, EnergyGuard 0B500 Min. 0.25-inch DEXcell FA Glass Mat Roof 0B500 PVCF LM (4 -180.0
bitumen or granule-surfaced APP modified . X Board inch o.c.)
X RA or EnergyGuard Ultra Polyiso Insulation
bitumen
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS IN SPATTER APPLICATIONS:
L One or more layer(s), Min. 1.5-inch
E I-surf BUR h v R PVCF-XF
R-21, | EXisting gravel-surfaced BUR, brushed/spudded | ¢\ o\ o polyiso Insulation or LRF-M None N/A CFoXF or -110.0
and vacuumed to remove loose gravel . . PVCF-OB
EnergyGuard Ultra Polyiso Insulation
- (Optional) One or more layer(s), Min. 1.5-inch Min. 1.5-inch EnergyGuard Polyiso-HD
E I-surf BUR h PVCF-XF
R-222. isting gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or LRF-M Composite Insulation or Ultra HD Composite LRF-M ¢ or -110.0
and vacuumed to remove loose gravel . . : PVCF-OB
EnergyGuard Ultra Polyiso Insulation Insulation
L One or more layer(s), Min. 1.5-inch
R-223. Existing gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or !.RF—M, 6- None N/A PVCF-XF or 1575
and vacuumed to remove loose gravel . . inch o.c. PVCF-OB
EnergyGuard Ultra Polyiso Insulation
Existing gravel-surfaced BUR, brushed/spudded | (OPtional) One or more laver(s), Min. 1.5-inch | g ) ¢ | Min. 1.5-inch EnergyGuard Polyiso-HD |\ ge \\ 6 | pycrxF or
R-224. EnergyGuard Polyiso Insulation or X Composite Insulation or Ultra HD Composite . -157.5
and vacuumed to remove loose gravel . . inch o.c. . inch o.c. PVCF-OB
EnergyGuard Ultra Polyiso Insulation Insulation
L (Optional) One or more layer(s), min. 0.5-inch . . .
E h- le-surf; BUR Min. 1.5-inch E Pol -HD PVCF-XF
R-225. Xisting smooth- or granule-sur ac'e.d U_ or EnergyGuard Polyiso Insulation, EnergyGuard LRF-M n 5. inc ner.gyGuard olylso LRF-M ¢ or -165.0
smooth- or granule-surfaced modified bitumen ; ) Composite Insulation PVCF-OB
RA or EnergyGuard Ultra Polyiso Insulation
L (Optional) One or more layer(s), min. 0.5-inch Min. 0.25-inch DensDeck Prime or
R-226. Existing smooth- or granule surfac.e.d BU.R Y EnergyGuard Polyiso Insulation, EnergyGuard LRF-M SECUROCK Gypsum-Fiber Roof Board or min. | LRF-M PVCF-XF or -180.0
smooth- or granule-surfaced modified bitumen . X . . . PVCF-OB
RA or EnergyGuard Ultra Polyiso Insulation 1.5-inch Ultra HD Composite Insulation
- (Optional) One or more layer(s), min. 0.5-inch Optional additional layers base insulation
E h- le-surf: BUR
R-227, | DXisting smooth-or granule-surfaced BURor | ¢ o o\ o polyiso Insulation, EnergyGuard | LRF-M followed by min. 0.25-inch DEXcell FA Glass | LRF-M PVCF-XF -180.0
smooth- or granule-surfaced modified bitumen . X
RA or EnergyGuard Ultra Polyiso Insulation Mat Roof Board
L (Optional) One or more layer(s), Min. 1.5-inch
E - LRF-M, 4- LRF-M, 4- -
R-228. isting gravel-surfac RN QushediQudded EnergyGuard Polyiso Insulation or . RF-M, 4 Min. 1.5-inch Ultra HD Composite Insulation . RF-M, 4 PVCF-XF or -187.5
and vacuumed to remove loose gravel . . inch o.c. inch o.c. PVCF-OB
EnergyGuard Ultra Polyiso Insulation
Existing gravel-surfaced BUR, brushed/spudded gy more layerls), Min. 1.5-inch LRF-M, 4- PVCF-XF or
R-229. €8 ! P EnergyGuard Polyiso Insulation or . ! None N/A -200.0
and vacuumed to remove loose gravel . . inch o.c. PVCF-OB
EnergyGuard Ultra Polyiso Insulation
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Substrate Y T P i R Roof Cover MDP
No. Note 1 and Note 12 ac ac (Note 15) f)*A
° (Note 1 and Note 12) [YEs (Notes 6,7,8) U2 (Notes 6,7,8) - (psf)
Existing smooth-. <?r graTnuIe-surfaced asphalt (Optional) One or.more Iaye.r(s), min. 0.5-inch LRE-M Min. 1.5-inch EnergyGuard Polyiso-HD LRE-M PVCE-XF or
R-230. | BUR or SBS modified bitumen or granule- EnergyGuard Polyiso Insulation, EnergyGuard Canister Composite Insulation Canister PVCE-OB -165.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation P
Existing smooth—. gr grénule—surfaced asphalt (Optional) One or.more Iaye.r(s), min. 0.5-inch LRE-M Min. 0.25-inch DensDeck Prime or LRE-M PVCEXF or
R-231. | BUR or SBS modified bitumen or granule- EnergyGuard Polyiso Insulation, EnergyGuard Canister SECUROCK Gypsum-Fiber Roof Board Canister PVCE-OB -180.0
surfaced APP modified bitumen RA or EnergyGuard Ultra Polyiso Insulation vp
Existing smooth- or granule-surfaced asphalt . .
R-232. | BUR or SBS modified bitumen or granule- g::ror(;]:f;:z l:ZIEri(ss(:’lnmsl:llaiiir-]mCh I(-I'Zi-i's\ﬂer None N/A gxg:z-)é;or -200.0
surfaced APP modified bitumen gy v
L One or more layer(s), Min. 1.5-inch
E I-surf BUR h v R PVCF-XF
R-233, | Eisting gravel-surfaced BUR, brushed/spudded | o o\ o polyiso Insulation or LRF-XF None N/A CFoXF or -110.0
and vacuumed to remove loose gravel . . PVCF-OB
EnergyGuard Ultra Polyiso Insulation
- (Optional) One or more layer(s), Min. 1.5-inch Min. 1.5-inch EnergyGuard Polyiso-HD
E I-surf BUR h PVCF-XF
R-234. isting gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or LRF-XF Composite Insulation or Ultra HD Composite LRF-XF ¢ or -110.0
and vacuumed to remove loose gravel . . : PVCF-OB
EnergyGuard Ultra Polyiso Insulation Insulation
L One or more layer(s), Min. 1.5-inch
R-235. Existing gravel-surfaced BUR, brushed/spudded EnergyGuard Polyiso Insulation or !.RF—XF, 6- None N/A PVCF-XF or 1575
and vacuumed to remove loose gravel . . inch o.c. PVCF-OB
EnergyGuard Ultra Polyiso Insulation
Existing gravel-surfaced BUR, brushed/spudded | (OPtionall One or more laver(s), Min. 1.5-inch | | gy ¢ | Min. L.5-inch EnergyGuard Polyiso-HD 1\ ge w6 | pycrxF or
R-236. EnergyGuard Polyiso Insulation or X Composite Insulation or Ultra HD Composite . -157.5
and vacuumed to remove loose gravel . . inch o.c. . inch o.c. PVCF-OB
EnergyGuard Ultra Polyiso Insulation Insulation
Existing smooth- or granule-surfaced BUR; (Optional) One or more layer(s), min. 0.5-inch . . .
’ Min. 1.5-inch E Pol -HD PVCF-XF
R-237. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF n 5. inc ner.gyGuard olylso LRF-XF ¢ or -165.0
e ) . X Composite Insulation PVCF-OB
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR; (Optional) One or more layer(s), min. 0.5-inch PVCEXE or
R-238. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF Min. 1.5-inch Ultra HD Composite Insulation LRF-XF -180.0
o . ; . PVCF-OB
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR; One or more layer(s), min. 0.5-inch PVCEXF or
R-239. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF None N/A PVCE-OB -180.0
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR; (Optional) One or.more Iaye.r(s), min. 0.5-inch Min. 0.25-inch DensDeck Prime or PVCE-XF or
R-240. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF X LRF-XF -180.0
. . . X SECUROCK Gypsum-Fiber Roof Board PVCF-OB
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation
Existing smooth- or granule-surfaced BUR; (Optional) One or more layer(s), min. 0.5-inch . .
R-241. | smooth- or granule-surfaced SBS or APP EnergyGuard Polyiso Insulation, EnergyGuard LRF-XF Min. 0.25-inch DEXcell FA Glass Mat Roof LRF-XF PVCF-XF -180.0
e . . . Board
modified bitumen RA or EnergyGuard Ultra Polyiso Insulation
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
System Substrate Base Insulation Layer Top Insulation Layer Roof Cover MDP
Vi
Attach Attach
No. Note 1 and Note 12 (Note 15) f)ed
° (Note 1 and Note 12) [YEs (Notes 6,7,8) U2 (Notes 6,7,8) - (psf)
. (Optional) One or more layer(s), Min. 1.5-inch
R-242. E:;%Zii::’:gizr::Ef:vzllj:c”:eruizsgl/mucjdecj EnergyGuard Polyiso Insulation or :':C:)LF;Z‘_ Min. 1.5-inch Ultra HD Composite Insulation :_:c:);F’c4_ Exg:z:)é;or -187.5
g EnergyGuard Ultra Polyiso Insulation o e
L One or more layer(s), Min. 1.5-inch
R-243. ?:j%gif;:’:; izf::ﬁ?:vlzllJ:ésb;USr:\?gl/SPUddEd EnergyGuard Polyiso Insulation or :':CFh);F;‘l None N/A Exg:z_)(();or -200.0
g EnergyGuard Ultra Polyiso Insulation \
L One or more layer(s), Min. 1.5-inch
R-244. E::I;t\l,giugl::::j-izr::Ef:vzl::é:)eruiz\e,:(spwded EnergyGuard Polyiso Insulation or OB500 None N/A gxg:z:)é;or -110.0
g EnergyGuard Ultra Polyiso Insulation
- (Optional) One or more layer(s), Min. 1.5-inch Min. 1.5-inch EnergyGuard Polyiso-HD
E I-surf BUR h . . . . . PVCF-XF
R-245. a:jt\l,gi gr:/:d izrr:E?:velIJoc,ast:usraSSI/spUddEd EnergyGuard Polyiso Insulation or 0OB500 Composite Insulation or Ultra HD Composite | OB500 PVEF—OBor -110.0
uu g EnergyGuard Ultra Polyiso Insulation Insulation
L One or more layer(s), Min. 1.5-inch
E I-surf BUR h B - B - PVCF-XF
R-246. a)riljt\llr;ijgl::l:d izrr:ﬁ?:vellJoésb;usraSSI/SpUddEd EnergyGuard Polyiso Insulation or i?mioooz:e (Optional) Additional layer of base insulation i(ic:(Z)O’cs PVEF—OBor -157.5
g EnergyGuard Ultra Polyiso Insulation - h
Existing smooth- or granule-surfaced BUR; ) \ .
. (Optional) One or more layer(s), min. 0.5-inch . . .
bitumen g RA or EnergyGuard Ultra Polyiso Insulation P
Existi h- le-surf: BUR;
Xisting smooth- or granule-surfaced U ' (Optional) One or more layer(s), min. 0.5-inch Min. 0.25-inch DensDeck Prime or
smooth- or granule-surfaced SBS modified PVCF-XF or
R-248. bitumen or eranule-surfaced APP modified EnergyGuard Polyiso Insulation, EnergyGuard OB500 SECUROCK Gypsum-Fiber Roof Board or min. | OB500 PVCE-OB -180.0
bitumen g RA or EnergyGuard Ultra Polyiso Insulation 1.5-inch Ultra HD Composite Insulation
Existing smooth- or granule-surfaced BUR; ) . .
e (Optional) One or more layer(s), min. 0.5-inch . .
th- le-surfaced SBS modified Min. 0.25-inch DEXcell FA Glass Mat Roof
R240. | P T APy it EnergyGuard Polyiso Insulation, EnergyGuard | OB500 Bo';’n;) >rinch DEXcell FA Glass Mat Roo 0B500 PVCF-XF -180.0
bitumen g RA or EnergyGuard Ultra Polyiso Insulation
i 1) Min. 1.5-i E Polyi Min. 1.5-inch E Polyiso-HD
Existing gravel-surfaced BUR, brushed/spudded (Optlor?a ) Min. 1.5-inch nergyGuart?l olylso OB500, 6- n 5. inc ner.gyGuard ovyliso . 0B500, 6- PVCF-XF or
R-250. Insulation or EnergyGuard Ultra Polyiso X Composite Insulation or Ultra HD Composite . -157.5
and vacuumed to remove loose gravel . inch o.c. . inch o.c. PVCF-OB
Insulation Insulation
. (Optional) One or more layer(s), Min. 1.5-inch
E - B - B - -
R-251. aﬁgt\l,r;iugng(lj izr::ﬁqe;ivzlf:é:;uiz\fgl/spudded EnergyGuard Polyiso Insulation or i(r)1c:?)0,c4 Min. 1.5-inch Ultra HD Composite Insulation ﬁci%(),c‘l :ng:z_é';or -187.5
g EnergyGuard Ultra Polyiso Insulation o o
. One or more layer(s), Min. 1.5-inch
E - B B - -
R-252. azg%gif;:’:(; izr::Efgvelf:éguizssl/swddecj EnergyGuard Polyiso Insulation or i(r)1c:(3)0,c4 None N/A :ng:z_é';or -200.0
g EnergyGuard Ultra Polyiso Insulation o
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(All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin.)

TABLE 78: STEEL - RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

NEmoO | etc.e

i Attachment
System Substrate Insulation Layer : Roof Cover (Note 158 MDP
No. (Note 1) (Note 17) Fastener (Note 11) Spacing (psf)
Existing standing seam or lap seam metal | One or more layers, any Drill-Tec Hex Head Purlin Fastener with
R-253 roof covers having min. 16 gauge (0.0598 | combination, min 1.25- Drill-Tec PVC IW Plate or Drill-Tec 18 x 60-inch o.c. | EverGuard PVC or EverGuard PVC KEE induction 45.0
: inch), 50 ksi steel purlins spaced max. 60- | inch total thickness, RhinoBond PVC XHD Plate are fastened (along purlins) welded. ’
inch o.c. prelim. attach through to purlins
Existing standing seam or lap seam metal . R
| Drill-Tec Hex-H Purlin F . . .
roof covers having min. 16 gauge (0.0598 One o.r mfjre ayer.s, .any. r! ec e.x ead Purlin Fastener Jigg 12 x60-inch o.c. | EverGuard PVC or EverGuard PVC KEE induction
R-254. . . . combination, preliminarily | Drill-Tec RhinoBond PVC XHD Plate are ) -52.5
inch), 50 ksi steel purlins spaced max. 60- X (along purlins) welded.
. fastened fastened through to purlins
inch o.c.
Existing standing seam or lap seam metal | One or more layers, any Drill-Tec Hex Head Purlin Fastener with
R-255 roof covers having min. 16 gauge (0.0598 | combination, min 1.25- Drill-Tec PVC IW Plate or Drill-Tec 12 x 60-inch o.c. | EverGuard PVC or EverGuard PVC KEE induction 675
’ inch), 50 ksi steel purlins spaced max. 60- | inch total thickness, RhinoBond PVC XHD Plate are fastened (along purlins) welded. ’
inch o.c. prelim. attach through to purlins
Existing standing seam or lap seam metal . .
roof covers having min. 16 gauge (0.0598 One O.r mf)re layers’ .anyA Dr!II-Tec He.x-Head Purlin Fastener and 6 x 72-inch o.c. EverGuard PVC or EverGuard PVC KEE induction
R-256. . ) ) combination, preliminarily | Drill-Tec RhinoBond PVC XHD Plate are ) -75.0
inch), 50 ksi steel purlins spaced max. 72- . (along purlins) welded.
inch o.c fastened fastened through to purlins

(All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin.)

TABLE 7c: STEEL - RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

System Insulation (Note 17 Roof Cover (Note 15A MDP
Deck (Note 1
No. Type Attach Membrane Fastener (Note 11) Attachment (psf)
- . Drill-Tec Hex Head Purlin Fastener and Drill-Tec 2-3/8 . . .
Existing standing seam or lap seam metal . . 6-inch o.c. in rows spaced max. 120-inch
h ) One or more . EverGuard PVC in. Barbed XHD Plate, Drill-Tec Eyehook AccuSeam A .
roof covers having min. 16 gauge (0.0598 Prelim. X X X ) o.c. to engage steel purlin. An 8-inch
R-257. . . h . layers, any or EverGuard Plate or Drill-Tec #12 Purlin Fastener with Drill-Tec . L -45.0
inch), 50 ksi or min. 12 gauge (0.105 in.), 36 o attached ” X " wide cover strip is heat welded over the
) . . combination PVC KEE 2.4” Barbed Seam Plate or Drill-Tec 2.4” Scoop Seam
ksi steel purlins spaced max. 120-inch o.c. Plate stress plates.
L . Drill-Tec Hex Head Purlin Fastener and Drill-Tec 2-3/8 . . .
Existing standing seam or lap seam metal . . 6-inch o.c. in rows spaced max. 114-inch
. . One or more . EverGuard PVC in. Barbed XHD Plate, Drill-Tec Eyehook AccuSeam R ;
roof covers having min. 16 gauge (0.0598 Prelim. . . X . o.c. to engage steel purlin. An 8-inch
R-258. . . h . layers, any or EverGuard Plate or Drill-Tec #12 Purlin Fastener with Drill-Tec . s -52.5
inch), 50 ksi or min. 12 gauge (0.105 in.), 36 Ty attached ” X » wide cover strip is heat welded over the
K K Y combination PVC KEE 2.4” Barbed Seam Plate or Drill-Tec 2.4” Scoop Seam
ksi steel purlins spaced max. 114-inch o.c. Plate stress plates.
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NEmoO | etc.e

TABLE 7p: RECOVER APPLICATIONS
SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See Note 12).
The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
System MDP
No. Substrate (Note 1 and Note 12) Roof Cover (Note 15) (psf)*»
EVERGUARD PVC FLEECEBACK OR EVERGUARD PVC KEE FLEECEBACK APPLICATIONS
R-259. Existing fully adhered, granule-surfaced asphaltic roof cover PVCF-LM or PVCF-LO, 12-inch o.c. -60.0
R-260. Existing fully adhered granule-surfaced asphaltic roof cover PVCF-LM, 6-inch o.c. -67.5
R-261. Existing fully adhered granule-surfaced. ?sphéltlc roof cover, existing fully adhered smooth- or granule-surfaced SBS modified bitumen or existing PVCF-LM or PVCF-LO, 4-inch o.c. 3300
smooth- or granule-surfaced APP modified bitumen
R-262. Existing fully adhered smooth- or granule-surfaced SBS modified bitumen or existing fully adhered granule-surfaced APP modified bitumen PVCF-XF or PVCF-OB -330.0
R-263. Existing fully adhered, granule-surfaced asphaltic roof cover PVCF-HA -405.0
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NEmoO | etc.e

TABLE 8A: PROPRIETARY DECKS - NEW CONSTRUCTION
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

S Deck Base Insulation Layer Top Insulation Layer T
ystem Attach Attach Roof Cover (Note 15)
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
EVERGUARD PVC OR PVC KEE MEMBRANE:
Min. %" USG STRUCTO-CRETE® BRAND | .
STRUCTURAL ROOF DECK PANEL Om.a or more layer(s), m|n.2 X max. 4.8 X | LRF-XF or
P-1. 48-inch EnergyGuard Polyiso Insulation 0OB500, 6- None N/A PVC-BA, PVC-QL or PVC-QS -75.0
FBC FPA FL19921 . . .
or EnergyGuard Ultra Polyiso Insulation | inch o.c.
M-D NOA 23-0316.03
Min. %” USG STRUCTO-CRETE® BRAND o | (s), min 2 48 LRE-XE LRE-XE
ne or more layer(s), min 2 x max. 48 x -XF or \ . -XF or
STRUCTURAL ROOF DECK PANEL . . -
P-2. 48-inch EnergyGuard Polyiso Insulation | OBS00,6- | Vim-2xmax. 48x48-inch UltratD | (pch, ¢ PVC-BA, PVC-QL or PVC-QS 75.0
FBC FPA FL19921 . . . Composite Insulation .
or EnergyGuard Ultra Polyiso Insulation | inch o.c. inch o.c.
M-D NOA 23-0316.03
Min. %" USG STRUCTO-CRETE® BRAND ) Min. 0.5 x max. 48 x 48-inch
STRUCTURAL ROOF DECK PANEL Om.e or more layer(s), m|n.2 X max. 4.8 x | LRF-XFor DensDeck Prime, SECUROCK Gypsum- LRF-XF or
P-3. 48-inch EnergyGuard Polyiso Insulation | OB500, 6- R OB500, 6- PVC-BA, PVC-QL or PVC-QS -75.0
FBC FPA FL19921 . R . Fiber Roof Board or EnergyGuard HD .
or EnergyGuard Ultra Polyiso Insulation | inch o.c. X inch o.c.
M-D NOA 23-0316.03 Polyiso Cover Board
EVERGUARD PVC FLEECE-BACK OR PVC KEE FLEECE-BACK MEMBRANE:
Min. %” USG STRUCTO-CRETE® BRAND | A PVCF-LM (spatter), PVCF-OB )
STRUCTURAL ROOF DECK PANEL Om.e or more layer(s), m|n-2 X Max. 4.8 x | LRF-XFor (spatter), PVCF-XF or EverGuar .
P-4. FBC FPA FL19921 48-inch EnergyGuard Polyiso Insulation | OB500, 6- None N/A PVC KEE Fleeceback / LRF Adhesive -75.0
or EnergyGuard Ultra Polyiso Insulation | inch o.c. M (12-inch o.c.) or LRF Adhesive O
M-D NOA 23-0316.03 .
(12-inch o.c.)
Min. %" USG STRUCTO-CRETE® BRAND o] layer(s), min 2 48 LRF-XF LRF-XF (P Vcit-L'\;l SCE??? PVECF-%B d
ne or more layer(s), min 2 x max. 48 x -XF or : . -XF or spatter), -XF or EverGuar
STRUCTURAL ROOF DECK PANEL -
P-5. FBC FPA FL19921 48-inch EnergyGuard Polyiso Insulation | OB500, 6- Z)I:\ zozi[c:i:st?a:iiﬁ inch Ultra HD OB500, 6- PVC KEE Fleeceback / LRF Adhesive -75.0
or EnergyGuard Ultra Polyiso Insulation | inch o.c. P inch o.c. M (12-inch o.c.) or LRF Adhesive O
M-D NOA 23-0316.03 i
(12-inch o.c.)
Min. %” USG STRUCTO-CRETE® BRAND . Min. 0.5 x max. 48 x 48-inch PVCF-LM (4-inch o.c. or spatter),
o STRUCTURAL ROOF DECK PANEL 2;‘_;‘2;’2":: 'aéi'::()j’ Fr:)lln é;lrr:':u’iéﬁi : ggs'ég °6r_ DensDeck Prime, SECUROCK Gypsum- '(')RBFS'()J(S °6r_ PVCF-LO (4-inch 0.c.), PVCF-0B (4- | __
’ FBC FPA FL19921 By y. . . ’ Fiber Roof Board or EnergyGuard HD ) ! inch o.c. or spatter), PVCF-WB or ’
or EnergyGuard Ultra Polyiso Insulation | inch o.c. X inch o.c.
M-D NOA 23-0316.03 Polyiso Cover Board PVCF-XF
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TABLE 9A: HILTI PART / SUPPORT THICKNESS LIMITATIONS'

HILTI PART STEEL SUPPORTING MEMBER THICKNESS (INCH)
X-ENP-19 L15, X-ENP-19 L15MX or X-ENP-19 L15MXR t>0.25
X-HSN 24 0.125<t<0.375
S-MD 12-24 x 1-5/8 M HWH5 0.125<t<0.25

For mechanically attached single ply membrane over steel deck, where the membrane-fastener row-spacing is greater than one-half of the deck span, up to maximum 138-inch o.c., the above noted Hilti parts may be used
in lieu of the listed ITW #12 HWH Teks 5 fasteners.

For other applications, refer to Table 9B below.

TABLE 9B: HILTI PART / TYPE B STEEL DECK ATTACHMENT-SPAN LIMITATIONS!

Limited to fully or partially adhered roof coverings or when the membrane-fastener row-spacing is less than or equal to one-half of the deck span.

MAX. DECK SPAN (INCHES)
HILTI PART M::CSHPS%TG DEZ‘::: '&LELS%YJ\I:: :-IESF) Min. 22 ga. steel Min. 20 ga. steel Min. 18 ga. steel
Min. 33 ksi Min. 80 ksi Min. 33 ksi Min. 80 ksi Min. 33 ksi Min. 80 ksi
12 -45.0 72 72 72 72 72 72
6 -82.5 72 72 72 72 72 72
6 -90.0 68 72 72 72 72 72
6 -97.5 63 72 72 72 72 72
X-ENP-19 L15 6 -105.0 59 72 72 72 72 72
iiziiz Eng 6 -112.5 55 72 67 72 72 72
X-HSN 24 6 -120.0 51 72 63 72 72 72
or 6 -127.5 48 72 59 72 72 72
S-MD 12-24 x 1-5/8 M HWHS 6 -135.0 45 72 56 72 72 72
6 -142.5 43 72 53 72 72 72
6 -150.0 41 72 50 72 69 72
6 -157.5 39 71 48 72 65 72
6 -165.0 37 68 46 72 62 72

" Information is provided as guidance for use at the discretion of the Designer or Record and Authority Having Jurisdiction. Neither NEmo|etc. nor Robert Nieminen, P.E.purport to evaluate Hilti fasteners for compliance
with the Florida Building Code.
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