Farabaugh Engineering and Testing Inc.

FET Project # T241-20
Testing Summary

Manufacturer: Boss Metals Inc.
1750 Frankford Ave.
Panama City, FL. 32405

Test Specimen: Boss PBR Panel 36” wide x 26 ga. steel.

Test Date: 6/4/2020 & 6/8/2020
Test Procedure: ASTM E1592-05 (2012)
Test Mock-Up: Panel attached to 16 ga. supports with #12-14 x 1-1/4” long DP2 screw

located at 12” o.c. along the width of the panel. The panel was a lap joint
and used same fasteners spaced at 12 o.c. along the lap joint. One end
was a open end and the other end was a fixed end.

Test #1: Panel length was 10°-6” and span was at 5 spans at 2°-0” o.c

Test #1 Results: Load held for 1 min = 323.1 psf
Failure load = 329.3 psf (Panel fastener pullout of of support)

Test #1: Panel length was 15°-6” and span was at 3 spans at 5’-0” o.c

Test #1 Results: Load held for 1 min = 89.1 psf
Failure load = 91.1 psf (Panel buckling)
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