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DIVISION: 07 – THERMAL AND MOISTURE PROTECTION 
Section: 07 31 00 - Roof Shingles and Shakes 
 
REPORT HOLDER: 
GAF Energy LLC 
5981 Optical Court 
San Jose, California 95138 
www.gaf.energy  
info@gaf.energy 
 
REPORT SUBJECT: 
Timberline Solar BIPV Roofing System, Model TLS-2 
 
1.0 SCOPE OF EVALUATION 
 

1.1 This Research Report addresses compliance with the 
following Codes: 
• 2021, 2018 and 2015 International Building Code® (IBC) 
• 2021, 2018 and 2015 International Residential Code® 

(IRC)  
• 2023 and 2020 Florida Building Code (including High Velocity 

Hurricane Zones (HVHZ) (see Section 9) 
 
NOTE: This report references the most recent Code editions 
cited. Section numbers in earlier editions may differ. 

 
1.2 The Timberline Solar TLS-2 BIPV Roofing System has 
been evaluated for the following properties (see Table 1): 
• Material properties 
• Electrical Certification 
• Fire classification 
• Wind resistance 
• Impact resistance 
 
1.3 The Timberline Solar BIPV Roofing System has been 
evaluated for the following uses (see Table 1): 
• Use as building-integrated photovoltaic shingles in 

accordance with IBC Section 1507.17 and IRC Section 
R905.17. The panels also satisfy requirements for 
photovoltaic shingles in accordance with IBC Section 
1507.16 and IRC Section R905.16.  

• Use where a Class A, B or C Fire Classification in 
accordance with IBC Section 1505 and IRC Section R902.1 
is required. 
 

2.0 STATEMENT OF COMPLIANCE 
 
The GAF Energy LLC Timberline Solar TLS-2 BIPV Roofing 
System complies with the Codes listed in Section 1.1, for the 
properties stated in Section 1.2 and uses stated in Section 1.3, 
when installed as described in this report, including the 
Conditions of Use stated in Section 6. 
 
3.0 DESCRIPTION 
 

3.1 Timberline Solar TLS-2 BIPV modules: The TLS-2 BIPV 
modules are building-integrated photovoltaic roof coverings 
complying with IBC Sections 1505.16 and 1507.17 and IRC 
Sections R905.16 and R905.17. Panel dimensions are shown 
in Figure 1.  
 
3.2 Asphalt shingles: The BIPV roofing system may be used 
in conjunction with asphalt shingles complying with the 
code. Installation requirements for the shingles are 
identified in Section 5.2. 
 
The BIPV roofing may be used in conjunction with GAF 
Timberline® Solar HD or Timberline® Solar HDZ asphalt 
shingles. The shingles are listed by UL for compliance with 
UL 790 (Class A fire classification), ICC-ES AC438, ASTM 
D3161 (Class F) and ASTM D7158 (Class H). See UL Listing 
TFWZ.R21. 
 
3.3 Underlayment: Underlayment must comply with IBC 
Section 1507.1.1 or IRC Section R905.1.1. 
 
3.4 System components: Components for installation are 
provided by GAF Energy LLC and include the components 
shown in Figure 2.  

 
4.0 PERFORMANCE CHARACTERISTICS 
 

4.1 Material Standards: The Timberline Solar TLS-2 BIPV 
modules are listed by Intertek as complying with UL 61730-

http://www.intertek.com/building/
http://www.gaf.energy/
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1 and 61730-2 in accordance with IBC Sections 1507.16.6 
and 1507.17.5 and IRC Sections R905.16.4 and R905.17.5.  
 
4.2 Wind Resistance: When installed in accordance with 
this report, the TLS-2 BIPV Roofing System has a Class F 
classification when tested in accordance with ASTM D3161 
and complies with the requirements of TAS 107. 
 
4.3 Wind-driven Rain: When installed in accordance with 
this report, the Timberline Solar BIPV Roofing System has 
demonstrated compliance with TAS 100. 
 
4.4 Roof Classification: When installed in accordance with 
this report, the TLS-2 BIPV Roofing System has 
demonstrated a Class A fire classification when tested in 
accordance with ASTM E108 (UL 790). 
 
4.5 Impact Resistance: The TLS-2 BIPV modules have 
demonstrated a Class 1 rating when tested in accordance 
with UL 2218. Note, this is supplemental information; the 
building codes do not require impact resistance for roofing 
installed at slopes greater than 2:12.  

 
5.0 INSTALLATION 
 

5.1 General:  
 
The Timberline Solar TLS-2 BIPV Roofing System must be 
installed in accordance with the manufacturer’s published 
installation instructions, the applicable Code, and this 
Research Report.  A copy of the manufacturer’s instructions 
must be available on the jobsite during installation.  
 
5.2 Application:  
 
The Timberline Solar modules must be installed over an 
underlayment complying with IBC Section 1507.1.1 or IRC 
Section R905.1.1. on minimum 15/32-inch plywood or 7/16-
inch OSB roof decks. Minimum slope is 2:12; maximum slope 
is not limited. Application of the underlayment must be in 
accordance with IBC Section 1507.17.4 and IRC Sections 
R905.1.1 and R905.1.2. 
 
Asphalt shingles used in conjunction with the BIPV roofing 
system must be shown, to the satisfaction of the building 
official, to meet the applicable requirements of IBC Section 
1504 and IRC Section R905.2. The shingles must additionally 
be classified as Class F in accordance with IBC Table 1504.2 

and IRC Table R905.2.4.1 and must have Class A fire 
classification in accordance with IBC Section 1505 and IRC 
Section R902. A minimum of one course of shingles must be 
installed at eaves and ridges. 
 
GAF Timberline® Solar HD or Timberline® Solar HDZ asphalt 
shingles must be installed with the manufacturer’s 
installation instructions. The shingles are sized to provide 
the same reveal as the Timberline Solar modules. 
 
The Timberline Solar TLS-2 modules must be nailed to the 
roof deck using six evenly spaced nails in the designated 
nailing zone. Nails must be 10-12 gauge, barbed, deformed, 
or smooth shank roofing nails with heads 3/8 in. to 7/16 in. 
diameter, and must comply with ASTM F1667. Fasteners 
must be long enough to penetrate at least 3/4 in. into wood 
decks or through plywood or OSB sheathing. The release 
liner on the module adhesive must be removed prior to 
installation completion. When adjacent to asphalt shingles, 
the GAF Energy Step Flap must be installed 2 inches above 
the reveal line and must be fastened with two nails. 
 
Penetrations in the roof deck may occur only in the sections 
of the roof covering where the asphalt shingles are located. 
Penetrations must be flashed in accordance with applicable 
code requirements. 
 

6.0 CONDITIONS OF USE  
 

6.1 Installation must comply with this Research Report, the 
manufacturer’s published installation instructions, and the 
applicable Code. In the event of a conflict, this report 
governs. 
 
6.2 The Timberline Solar TLS-2 BIPV Roofing System is 
manufactured under a quality control program with 
inspections by Intertek Testing Services NA, Inc.  
 

7.0 SUPPORTING EVIDENCE 
 
7.1 Reports of tests in accordance with UL 61730 (1 & 2), 
ASTM E108, UL 790, ASTM D3161, TAS 100, TAS 107, UL 
2218 and UL 1703 Section 30. 
 
7.2 Intertek Listing Report “GAF Energy LLC – Timberline 
Solar TLS-2 BIPV Roof System” on the Intertek Directory of 
Building Products. 
 

http://www.intertek.com/building/
http://www.intertek.com/building/
https://bpdirectory.intertek.com/pages/DLP_Search.aspx
https://bpdirectory.intertek.com/pages/DLP_Search.aspx
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7.3 Intertek Listing Report “Photovoltaic Module Safety 
Qualification Part 1 Requirements for Construction” and 
“Photovoltaic Module Safety Qualification Part 2” on the 
Intertek Directory of Listed Products. 
 
 

8.0 IDENTIFICATION 
 
The GAF Energy LLC Timberline Solar TLS-2 BIPV modules are 
identified with the manufacturer’s name, the product name, a 
label indicating listing to UL 61730 (1 & 2), the Intertek Mark 
as shown below, the Intertek Control Number and the Code 
Compliance Research Report number (CCRR-0580). Packaging 
labels shall also include reference to TAS 107 and ASTM D3161, 
Class F. 

 

 

 

 

 
 
9.0 OTHER CODES 

 
9.1 Florida Building Code: 

 
The Timberline Solar TLS-2 BIPV Roofing System, described 
in Sections 2.0 through 7.0 of this Research Report, 
complies with the 2023 and 2020 Florida Building Code – 
Building and Florida Building Code – Residential, including 
High-velocity Hurricane Zones (HVHZ). 

 
Intertek is an approved evaluation entity and quality 
assurance entity pursuant to Florida Statute 553.842 – 
Product Evaluation and Approval. 
 
 
 

10.0 CODE COMPLIANCE RESEARCH REPORT USE 
 

10.1 Approval of building products and/or materials can 
only be granted by a building official having legal authority 
in the specific jurisdiction where approval is sought.  

 
10.2  Code Compliance Research Reports shall not be used 
in any manner that implies an endorsement of the product 
by Intertek.  

 
10.3  Reference to the https://bpdirectory.intertek.com is 
recommended to ascertain the current version and status 
of this report. 

 

This Code Compliance Research Report (“Report”) is for the exclusive use of Intertek's Client and is provided pursuant to the agreement between Intertek and 
its Client. Intertek's responsibility and liability are limited to the terms and conditions of the agreement. Intertek assumes no liability to any party, other than 
to the Client in accordance with the agreement, for any loss, expense or damage occasioned by the use of this Report. Only the Client is authorized to permit 
copying or distribution of this Report and then only in its entirety, and the Client shall not use the Report in a misleading manner.  Client further agrees and 
understands that reliance upon the Report is limited to the representations made therein.  The Report is not an endorsement or recommendation for use of 
the subject and/or product described herein.  This Report is not the Intertek Listing Report covering the subject product and utilized for Intertek Certification 
and this Report does not represent authorization for the use of any Intertek certification marks. Any use of the Intertek name or one of its marks for the sale 
or advertisement of the tested material, product or service must first be approved in writing by Intertek. 

http://www.intertek.com/building/
http://www.intertek.com/building/
https://ramuk.intertekconnect.com/WebClients/ITS/DLP/products.nsf/vwSearch?SearchView&Query=FIELD%20ListHead%20Contains%20gaf%20energy%20or%20FIELD%20CatCode%20Contains%20gaf%20energy%20or%20FIELD%20Title%20Contains%20gaf%20energy%20or%20FIELD%20ProductInformation%20Contains%20gaf%20energy%20or%20FIELD%20ProductInfo%20Contains%20gaf%20energy&SearchOrder=1&SearchMax=1000&SearchWV=FALSE&SearchThesaurus=FALSE&SearchFuzzy=FALSE
https://ramuk.intertekconnect.com/WebClients/ITS/DLP/products.nsf/vwSearch?SearchView&Query=FIELD%20ListHead%20Contains%20gaf%20energy%20or%20FIELD%20CatCode%20Contains%20gaf%20energy%20or%20FIELD%20Title%20Contains%20gaf%20energy%20or%20FIELD%20ProductInformation%20Contains%20gaf%20energy%20or%20FIELD%20ProductInfo%20Contains%20gaf%20energy&SearchOrder=1&SearchMax=1000&SearchWV=FALSE&SearchThesaurus=FALSE&SearchFuzzy=FALSE
https://ramuk.intertekconnect.com/webclients/its/dlp/products.nsf/4c8700f3b75987a08525777700583333/6c849a69a486f47b86258bee0066953c?OpenDocument
https://ramuk.intertekconnect.com/WebClients/ITS/DLP/products.nsf/vwSearch?SearchView&Query=FIELD%20ListHead%20Contains%20gaf%20energy%20or%20FIELD%20CatCode%20Contains%20gaf%20energy%20or%20FIELD%20Title%20Contains%20gaf%20energy%20or%20FIELD%20ProductInformation%20Contains%20gaf%20energy%20or%20FIELD%20ProductInfo%20Contains%20gaf%20energy&SearchOrder=1&SearchMax=1000&SearchWV=FALSE&SearchThesaurus=FALSE&SearchFuzzy=FALSE
https://bpdirectory.intertek.com/Pages/DLP_Search.aspx
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TABLE 1 - PROPERTIES EVALUATED 
 

PROPERTY 2021 IBC 
SECTION 

2021 IRC 
SECTION 

2023 FBC - 
Building 

2023 FBC – 
Residential 

Material properties 1507.17.5 R905.17.5 1507.17.6 R905.17.5 

Fire classification 1505.8 R902.3 1505.8 
1516 R902 

Wind resistance 1507.17.6 
1507.16.8 

R905.17.6 
R905.16.6 

1507.17.8 
1518.11 R905.16.7 

Wind-driven rain NA NA 1523.6.5 R4402 
Impact resistance UL 7103 UL 7103 UL 1703 UL 1703 

Components 1506 R902 1506 
1517 R902 

 
 
 

 
Figure 1 – Module Dimensions  

http://www.intertek.com/building/
http://www.intertek.com/building/
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Figure 2 – System Components 
 
 

http://www.intertek.com/building/
http://www.intertek.com/building/

