EVALUATION REPORT

CREEK

TECHNICAL SERVICES, LLC

Registry No. 29824
(813) 480-3421

FLORIDA BUILDING CODE, 9™ EDITION (2026)

Manufacturer:
C/O JOHNS MANVILLE
P.O. Box 5108
Denver, CO 80217
(303) 978-2478

BEACON SALES ACQUISITIONS, INC.

www.beaconroofingsupply.com

Quality Assurance: UL LLC (QUA9625)

Issued September 9, 2026

SCOPE

Category: Roofing

Subcategory: Modified Bitumen Roof System

Code Edition: Florida Building Code, 9" Edition (2026) High-Velocity Hurricane Zones (HVHZ)
Code Sections: 1515.1.1, 1515.1.4, 1515.2.4, 1523.1.1, 1523.6.2

Properties: Wind Resistance, Physical Properties, Impact Resistance

PRODUCT DESCRIPTION

Products Specification | Description

Tri-Built Glass Base ASTM D 4601 | Type Il asphalt impregnated and coated glass fiber base sheet for
use in conventional and modified bitumen built-up roofing.

Tri-Built Ply IV ASTM D 2178 | Type IV asphalt impregnated glass felt for use in conventional and
modified bitumen built-up roofing.

Tri-Built TM SBS Granulated ASTM D 6164 | A polyester reinforced SBS modified bitumen membrane surfaced
with granules.

Tri-Built TM SBS Smooth ASTM D 6164 | A polyester reinforced SBS modified bitumen base or inner ply
sheet.

REFERENCES

Entity Report No. Standards (Year)

Atlantic & Caribbean Roof Consulting, LLC (TST4671) ACRC 06-003 TAS 114 (2011)

Atlantic & Caribbean Roof Consulting, LLC (TST4671) ACRC 06-005 TAS 114 (J) (2011)

Atlantic & Caribbean Roof Consulting, LLC (TST4671) ACRC 06-009 TAS 114 (D) (2011)

Atlantic & Caribbean Roof Consulting, LLC (TST4671) ACRC 07-014 TAS 114 (2011)

Atlantic & Caribbean Roof Consulting, LLC (TST4671) ACRC 14-035 TAS 114 (2011)

IRT-ARCON (TST5296) 02-011 TAS 114 (J) (2011)

IRT-ARCON (TST5296) 02-026 TAS 114 (J) (2011)

FM Approvals (TST1867) 0V7A4.AM FM 4470 (2016)

FM Approvals (TST1867) OW6A2.AM FM 4470 (2016)

FM Approvals (TST1867) 0X0A9.AM FM 4470 (2016)

FM Approvals (TST1867) 0X7A4.AM FM 4470 (2016)

FM Approvals (TST1867) 0Z8A9.AM FM 4470 (2016)

FM Approvals (TST1867) 107A4.AM FM 4470 (2016)

FM Approvals (TST1867) 3000949 FM 4470 (2016)

FM Approvals (TST1867) 3001457 FM 4470 (2016)

FM Approvals (TST1867) 3001482 FM 4470 (2016)

FM Approvals (TST1867) 3001629 FM 4470 (2016)

FM Approvals (TST1867) 3006346 FM 4470 (2016)

FM Approvals (TST1867) 3007148 FM 4470 (2016)

FM Approvals (TST1867) 3009499 FM 4470 (2016)

FM Approvals (TST1867) 3011248 FM 4470 (2016)

FM Approvals (TST1867) 3012064 FM 4470 (2016)

FM Approvals (TST1867) 3012974 FM 4470 (2016)
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Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)

Entity Report No. Standards (Year)
FM Approvals (TST1867) 3014090 FM 4470 (2022)
FM Approvals (TST1867) 3015484 FM 4470 (2022)
FM Approvals (TST1867) 3020600 FM 4470 (2022)
FM Approvals (TST1867) 3020703 FM 4470 (2022)
FM Approvals (TST1867) 3025158 FM 4470 (2022)
FM Approvals (TST1867) 3026130 FM 4470 (2022)
FM Approvals (TST1867) 3026151 FM 4470 (2022)
FM Approvals (TST1867) 3031797 FM 4470 (2022)
FM Approvals (TST1867) 3036559 FM 4470 (2022)
FM Approvals (TST1867) 3037222 FM 4470 (2022)
FM Approvals (TST1867) 3037540 FM 4470 (2022)
FM Approvals (TST1867) 3039653 FM 4470 (2022)
FM Approvals (TST1867) 3040205 FM 4470 (2022)
FM Approvals (TST1867) 3040986 FM 4470 (2022)
FM Approvals (TST1867) 3043824 FM 4470 (2022)
FM Approvals (TST1867) 3046174 FM 4470 (2022)
FM Approvals (TST1867) 3053933 FM 4470 (2022)
FM Approvals (TST1867) 3054150 FM 4470 (2022)
FM Approvals (TST1867) 3055167 FM 4470 (2022)
FM Approvals (TST1867) 3061218 FM 4470 (2022)
FM Approvals (TST1867) 3061804 FM 4470 (2022)
FM Approvals (TST1867) 3D4A4.AM FM 4470 (2022)
FM Approvals (TST1867) PR449524 FM 4470 (2022)
FM Approvals (TST1867) PR450753 FM 4470 (2022)
FM Approvals (TST1867) PR450753 FM 4470 (2022)
FM Approvals (TST1867) PR451973 FM 4470 (2022)
FM Approvals (TST1867) PR453769 FM 4470 (2022)
FM Approvals (TST1867) PR454134 FM 4470 (2022)
FM Approvals (TAS1867) PR455182 FM 4470 (2022)
FM Approvals (TAS1867) PR459758 FM 4470 (2022)
FM Approvals (TAS1867) PR460648 FM 4470 (2022)
FM Approvals (TST1867) PR461495 FM 4470 (2022)
FM Approvals (TAS1867) RR229337 FM 4470 (2022)
FM Approvals (TAS1867) RR229338 FM 4470 (2022)
FM Approvals (TAS1867) RR229341 FM 4470 (2022)
FM Approvals (TAS1867) RR229344 FM 4470 (2022)
FM Approvals (TAS1867) RR230185 FM 4470 (2022)
FM Approvals (TAS1867) RR231048 FM 4470 (2022)
FM Approvals (TAS1867) RR231335 FM 4470 (2022)
FM Approvals (TAS1867) RR231336 FM 4470 (2022)
FM Approvals (TAS1867) RR231338 FM 4470 (2022)
FM Approvals (TAS1867) RR232568 FM 4470 (2022)
FM Approvals (TST1867) RR232747 FM 4470 (2022)
FM Approvals (TST1867) RR233717 FM 4470 (2022)
FM Approvals (TST1867) RR234327 FM 4470 (2022)
FM Approvals (TST1867) RR460477 FM 4470 (2022)
FM Approvals (TST1867) RR234751 FM 4470 (2022)

Nemo| Etc LLC (TST6049)
Nemo| Etc LLC (TST6049)
PRI Construction Materials Technologies (TST5878)

4a-CEL-19-LSWUS-01.C
4a-CEL-22-LSWUS-.01A
GPGC-046-02-01

TAS 114(J) (2011)
TAS 114(D) (2011)
FM 4470 (2022)

JMC-070-02-01
JMC-071-02-01
JMC-072-02-01
JMC-081-02-01.02
JMC-091-02-01
JMC-093-02-01
JMC-096-02-01
JMC-106-02-01

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

ASTM D 2178 [2015a(2021)]
ASTM D 2178 [2015a(2021)]
ASTM D 4601 [2004(2020)]
TAS 117(B&C) (1995)
ASTM D 4601 [2004(2020)]
ASTM D 4601 [2004(2020)]
TAS 117(A&B) (1995)
ASTM D 6164 (2021)
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Entity
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
JMC23004.2b

Report No.

JMC-107-02-01,11

JMC-108-02-01
JMC-113-02-01
JMC-114-02-01
JMC-118-02-02
JMC-131-02-01
JMC-132-02-01
JMC-141-02-01
JMC-168-02-01
JMC-171-02-03
JMC-171-02-07

JMC-171-02-11
JMC-222-02-01
JMC-222-02-02
JMC-222-02-04
JMC-227-02-01
JMC-234-02-06
JMC-238-02-03

JMC-242-02-01
JMC-242-02-02
JMC-243-02-01

JMC-245-02-01
JMC-245-02-02
JMC-246-02-01
JMC-267-02-01
JMC-267-02-02
JMC-268-02-01
JMC-272-02-01
JMC-277-02-01
JMC-308-02-01
JMC-339-02-03

JMC-339-02-04

50770002
507T0003
507T0061
507T0065
507T0069
50770108

50770109
50770111
507T0187.2

50770199
507T0222
50770224
50770226
50770241
507T0250
507T0266
507T0270B
50770272
FL43869-R2

Beacon Sales Acquisitions, Inc. c/o Johns Manville

SBS Mod-Bit Roof Systems (HVHZ)

Standards (Year)
ASTM D 903 (1998(2010))
ASTM D 1876 (2008(2015)el)
ASTM D 5147 (2014)
TAS 117(A&B) (1995)
TAS 114(C) (1995)
TAS 114(J) (2011)
ASTM D 6164 (2021)
TAS 114(J) (2011)
TAS 114(C) (1995)
TAS 114(D) (2011)
TAS 114(D) (2011)
TAS 114(J) (2011)
TAS 114(J) (2011)
ASTM D 6164 (2021)
ASTM D 6164 (2021)
TAS 110 (2000)
ASTM G 155 (2021)
ASTM D 6164 (2021)
TAS 114(J) (2011)
TAS 114(J) (2011)
TAS 114(J) (2011)
TAS 114(J) (2011)
TAS 114(J) (2011)
ASTM D 6164 (2021)
TAS 110 (2000)
TAS 114(J) (2011)
TAS 114(D) (2011)
ASTM D 5147 (2014)
TAS 110 (2000)
TAS 114(J) (2011)
TAS 114(D) (2011)
TAS 114(D) (2011)
TAS 114(J) (2011)
TAS 114(D) (2011)
TAS 114(J) (2011)
TAS 114(J) (2011)
TAS 114(D) (2011)
TAS 114(D) (2011)
ASTM C 1289 (2023a)
ASTM E 84 (2024)
ASTM C 1289 (2023a)
ASTM E 84 (2024)
TAS 114(J) (2011)
TAS 114(D) (2011)
TAS 114(D) (2011)
TAS 114(D) (2011)
ASTM D 6164 (2021)
ASTM D 6164 (2021)
ASTM D 5147 (2014)
TAS 110 (2000)
ASTM D 6164 (2021)
ASTM D 6164 (2021)
TAS 117(A&B) (1995)
FM 4470 (2022)
TAS 114(D) (2011)
ASTM D 6164 (2021)
TAS 114(J) (2011)
TAS 114(D) (2011)
TAS 114(J) (2011)
TAS 114(D) (2011)
TAS 114(J) (2011)
TAS 114(J) (2011)
TAS 114(D) (2011)
Page 3 of 6

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK
Technical Services, LLC of any product changes or quality assurance changes throughout the duration for which this report is valid.
This evaluation report does not express nor imply warranty, installation, recommended use, or other product attributes that are not

specifically addressed herein.



S CREEK

TECHNICAL SERVICES, LLC

Entity
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
Trinity|ERD (TST6049)
Trinity|ERD (TST6049)
Trinity|ERD (TST6049)
Trinity|ERD (TST6049)
Trinity]ERD (TST6049)
Trinity]ERD (TST6049)
Trinity|ERD (TST6049)
Trinity|ERD (TST6049)
Trinity]ERD (TST6049)
Trinity]ERD (TST6049)

Trinity]|ERD (TST6049)
Trinity]|ERD (TST6049)
Trinity|ERD (TST6049)
Trinity|ERD (TST6049)
Trinity]ERD (TST6049)
Trinity]|ERD (TST6049)

JMC23004.2b

Report No.
507T0269

507T0293
507T0302
507T0303
507T0306.1
507T0326A
507T0336
507T0339
507T0381
507T0394
507T0406
02843.02.05-10
02843.02.07
10390A-10.97-1
10390A-12.97-1
10391.01.03
4251.08.96-1
4670.03.01-1
4670.07.97-1
4670.10.95-1
4674.11.01-1-R4

A35880.04.12
J34190.03.11
J45020.07.13
J5260.03.07
JM-11190.03.16
JM-SC11320.03.16

FL43869-R2

Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)

Standards (Year)
ASTM D 6164 (2021)
ASTM D 5147 (2014)
TAS 110 (2000)
ASTM D 4601 [2004(2020)]
TAS 114(J) (2011)
TAS 114(J) (2011)
TAS 114(J) (2011)
TAS 114(D) (2011)
TAS 114(D) (2011)
TAS 114(J) (2011)
TAS 114(D) (2011)
TAS 114(J) (2011)
TAS 114(D) (2011)
TAS 114 (2011)

TAS 114 (2011)

TAS 114 (2011)

TAS 114 (2011)

TAS 114 (2011)

TAS 114 (2011)

TAS 117(A&B) (1995)
TAS 117 (1995)

TAS 117(B) (1995)
TAS 117(B) (1995)
TAS 114(J) (2011)
TAS 117 (1995)

TAS 114(J) (2011)
TAS 114 (2011)

TAS 114(J) (2011)
TAS 114(J) (2011)
TAS 114(D) (2011)
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| C R E E K Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)
TECHNICAL SERVICES, LLC

LIMITATIONS

Pw

10.

11.
12.
13.
14.

This report is for use inside the HVHZ only.

The roof deck and the roof deck attachment information are provided based on testing. FBC requirements for
the rational design of the roof deck, including the attachment, are not within scope of this evaluation.

Foam plastic insulation shall be installed in accordance with the FBC Section 2603.4 and 2603.6.

Fastener spacing for insulation attachment is determined using a Minimum Characteristic Force (F’) of 275 Ibf
as demonstrated via testing to TAS 105. If the field tested fastener value is below 275 Ibf, then insulation
attachment shall not be acceptable.

Fastener spacing for base sheets or membrane attachment shall meet the minimum fastener resistance value
and the MDP for the specified assembly. It is permissible for a qualified professional to submit a revised
fastener spacing utilizing the withdrawal resistance value obtained from TAS 105 testing and calculations
performed in accordance with RAS 117 and/or RAS 137, when the fastener resistance is found less than
required.

If mechanical attachment through the lightweight insulating concrete to the structural deck is proposed, a field
fastener withdrawal test shall be conducted in compliance with TAS 105 to determine equivalent or increased
attachment densities. Revised fastener densities shall be submitted utilizing the withdrawal resistance value
obtained from TAS 105 testing and calculations performed in accordance with RAS 117 and/or RAS 137.

For assemblies containing mechanical attachment, the allowable uplift pressure for the selected assembly shall
meet or exceed the minimum design loads as determined in accordance with the FBC Chapter 16. The
attachment density may be increased by a qualified design professional, as necessary, to meet the design
pressure requirements in the periphery zones. Calculations shall be conducted in compliance with RAS 117
and/or RAS 137.

Reroofing applications shall be examined in accordance with FBC Section 1521. For mechanically fastened
systems, a field withdrawal resistance test (TAS 105) shall be conducted by a qualified professional to ensure
the fastener meets the minimum design load requirements of the system. For adhered systems, a field uplift
resistance test (TAS 124) shall be conducted to confirm conformance of the existing to the minimum design
loads.

For assemblies containing fully adhered or ribbon adhered attachment, or where extrapolation of the assembly
is not permitted, the MDP for the selected assembly shall meet or exceed the minimum design loads as
determined in accordance with the FBC Chapter 16 without augmentation.

Installation of the evaluated products shall comply with this report, the FBC, and the manufacturer’s published
application instructions. Where discrepancies exist between these sources, the more restrictive and FBC
compliant installation detail shall prevail.

The minimum roof slope shall be 1/4:12 for new construction.

Fire classification is not within the scope of this evaluation.

Materials shall conform to FBC Sections 1517 and 1711.

All products listed in this report shall be manufactured under a quality assurance program in compliance with
Rule 61G20-3.
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C R E E K Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)
TECHNICAL SERVICES, LLC

COMPLIANCE STATEMENT

This report has been prepared in accordance with F.A.C. Rule 61G20-3.

awaniig,,
\\“:;\pﬂ.....; P,g"z, This item has been 2026 09 09
svo..-;'cg,\,é--./ (S,",, digitally signed and . .
SN S A % | sealed by Zachary R. £
S © No 74021 = | Priest, PE, on 9/9/2026. 15:33:30
S x; Tk = : , :
- P % = Prlnted COpIeS Of thlS Digtally signed by Zachary R. Priest
- * « = ! !
=0 o= | documentare not '04 OO
=0% STATE OF Lus considered signed and
- . . .
204\.'.,(\( " ‘}%Q/s sealed and the signature Zachary R. Priest, P.E.
%2,$ e O R\ K. \\\\‘ must be verified on any Florida Registration No. 74021
"/,;?/ONA\_ ei\\‘ electronic copies. Organization No. ANE9641
e

CERTIFICATION OF INDEPENDENCE

CREEK Technical Services, LLC does not have, nor will it acquire, a financial interest in any company manufacturing or distributing
products under this evaluation.

CREEK Technical Services, LLC is not owned, operated, or controlled by any company manufacturing or distributing products under
this evaluation.

Zachary R. Priest, P.E. does not have, nor will acquire, a financial interest in any company manufacturing or distributing products
under this evaluation.

Zachary R. Priest, P.E. does not have, nor will acquire, a financial interest in any other entity involved in the approval process of the
product.

APPENDICES

1) APPENDIX A - Installation (5 pages)
2) APPENDIX B — Nomenclature and Approved Assemblies (32 pages)
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INSTALLATION

[APPROVED ASSEMBLIES]

Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)

[NOMENCLATURE]

APPENDIX A

Note - Refer to the APPROVED ASSEMBLIES section of this report within Appendix B for specific installation details of a

selected assembly.

Unless otherwise specified in this report the following installation details shall be met for the named products:

Component

Product

Installation Detail

Fastening Systems

JM All Purpose Fastener

#14 fasteners; Min. 3/4-inch penetration through the top rib
of the steel deck or wood deck; Min. 1-inch penetration into
concrete deck

JM High Load Plates

2 3/8-inch diameter; Galvalume steel plate with eyehooks

JM High Load Fastener

#15 fastener; Min. 3/4-inch penetration through the top rib
of the steel deck or wood deck

JM Lightweight Concrete (LWC) CR Base
Sheet Fastener

Min. 1.7-inch shank; Pre-Assembled with 2.7-inch
galvalume coated steel plate. Full embedment of shank
into substrate

JM Polymer Auger Fastener

Min. 2-inch embedment into gypsum or cementitious wood
fiber decks

JM Polymer Auger Plate 3”

For use with Polymer Auger Fastener; 3-inch round plate

JM Structural Concrete Deck Fasteners

Hammer-in fasteners; Min. 1-inch penetration into concrete
deck

JM UltraFast 3” Round Metal Plate or
UltraFast Plate Metal Recessed

3-inch diameter round; Galvalume steel plate

JM UltraFast Fastener

#12 fastener; Min. 3/4-inch penetration through the top rib
of the steel deck or wood deck

JM UltraFast Plastic Plate

3-inch diameter round; High Density Polyolefin plate

JM UltraFast Square Metal Plate or
UltraFast Plate Metal Flat

3-inch square; Galvalume steel plate

JM UltraLok

Min. 1.4-inch shank; Pre-Assembled with 2.7-inch
galvalume coated steel plate. Full embedment of shank
into substrate

OMG #12 Standard Roofgrip

#12 fastener; Min. 3/4-inch penetration through the top rib
of the steel deck or wood deck

OMG #15 Roofgrip

#15 fastener; Min. 3/4-inch penetration through the top rib
of the steel deck or wood deck

OMG 3” Round Metal Plate

3-inch diameter round; Galvalume steel plate

OMG CD-10

Hammer-in fasteners; Min. 1-inch penetration into concrete
deck

OMG CR Base Sheet Fastener 1.7

Min. 1.7-inch shank; Pre-Assembled with 2.7-inch
galvalume coated steel plate. Full embedment of shank
into substrate

OMG Eyehook Accuseam Plate

2 3/8-inch diameter; Galvalume steel plate with eyehooks

OMG Flat Bottom Metal Plate

3-inch square; Galvalume steel plate

OMG Heavy Duty

#14 fasteners; Min. 3/4-inch penetration through the top rib
of the steel deck or wood deck; Min. 1-inch penetration into
concrete deck

OMG OlyLok Locking Impact Nail

Min. 1.4-inch shank; Pre-Assembled with 2.7-inch
galvalume coated steel plate. Full embedment of shank
into substrate

OMG Plastic Plate

3-inch diameter round; High Density Polyolefin plate

OMG Polymer Gyptec

Min. 2-inch embedment into gypsum or cementitious wood
fiber decks

OMG Polymer Gyptec Insulation Plate

For use with Polymer Auger Fastener; 3-inch round plate

SFS Intec Dekfast DF-#12-PH3 Fastener

#12 fasteners; Min. 3/4-inch penetration through the top rib
of the steel deck or wood deck;

SFS Intec Dekfast DF-#14-PH3 Fastener

#15 fasteners; Min. 3/4-inch penetration through the top rib
of the steel deck or wood deck; Min. 1-inch penetration into
concrete deck

JMC23004.2b

FL43869-R2
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[APPROVED ASSEMBLIES]

Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)

[NOMENCLATURE]

APPENDIX A

Component

Product

Installation Detail

Fastening Systems

SFS Intec Dekfast DF-#15-PH3 Fastener

#15 fasteners; Min. 3/4-inch penetration through the top rib
of the steel deck or wood deck; Min. 1-inch penetration into
concrete deck

SFS Intec Dekfast PLT-H-2-7/8

2-7/8” hexagonal galvalume steel stress plate

SFS Intec Dekfast PLT-R-3

3-inch diameter round; Galvalume steel plate

Trufast 3" Metal Insulation Plate

3-inch diameter round; Galvalume steel plate

Trufast #12 DP Fastener

#12 fasteners; Min. 3/4-inch penetration through the top rib
of the steel deck or wood deck;

Trufast #14 HD Fastener

#14 fasteners; Min. 3/4-inch penetration through the top rib
of the steel deck or wood deck; Min. 1-inch penetration into
concrete deck

JM MBR Cold Application Adhesive

(Continued) _ _ _ _
Trufast #15 EHD Fastener ﬁ;[?hfea:igle(rjse;cl\lillgr. \,3\’/;1(;1;1(‘:12 glznetratlon through the top rib
Trufast Twin-Loc Nail Min. 1.4-inch s_hank; _Base sheet fastener with and without
integrated 2.7-inch diameter plate.
Min. 2 1/4-inch length; Min. 2 1/4-inch embedment into for
TRUFAST VERSA-FAST Fastener LWIC or Gypsum decks; Min. 3/4-inch penetration through
wood deck
3-inch diameter; 0.017-inch thick Galvalume steel plate with
TRUFAST VERSA-FAST Metal Plate one (1) center hole and eight (8) equally spaced perimeter
holes for multiple fastening
JM One-Step Foamable Adhesive
JM Two Part Urethane Insulation
Adhesive or JM Two-Part UIA
JM Two-Part Urethane Adhesive Canister
or JM Two-Part UIA Canister
JM Roofing System Urethane Adhesive ) . ) )
Insulation IM UA Canister Ribbon adhered in 3/4 to 1-inch wide beads
Adhesives Millennium One Step Foamable Adhesive
Millennium PG-1 Low Viscosity Insulation
Adhesive
OMG OlyBond 500
OMG OlyBond 500 Canister
Fully adhered within the EVT range at a rate of
ASTM D 312, Type IV Asphalt 20-40 1bs/100 2
JM DynaSet 1k
Millennium Hurricane Force 1-Part Fully adhered at a rate of 1.5-2.0 gal/100 ft*
Membrane Membrane Adhesive
Adhesives JM MBR Bonding Adhesive

Fully adhered at a rate of 1.5-2.0 gal/100 ft?

JM Premium Cold Application Adhesive

Fully adhered at a rate of 1.5-2.0 gal/100 ft*

Insulation/Cover
Boards

EPS

Min. 0.5-inch, min. 1.8 pcf expanded polystyrene; Adhered
boards shall be a maximum 4-ft x 4-ft

Georgia-Pacific DensDeck

Georgia-Pacific DensDeck Prime

Min. 1/4-inch thick

Georgia-Pacific DensDeck StormX Prime

Min. 5/8-inch thick

JM ENRGY 3 and tapered

JM ENRGY 3 C1 and tapered

JM ENRGY 3 AGF and tapered

JM ENRGY 3 CGF and tapered

JM ENRGY 3 C1 CGF and tapered

Min. 1/2-inch thick; Min. 20 psi; Adhered boards shall be a
maximum 4-ft x 4-ft

JM ENRGY 3 FR and tapered

Min. 1/2-inch thick; Min. 20 psi; Adhered boards shall be a
maximum 4-ft x 4-ft

JM Invinsa Roof Board

Min. 1/4-inch thick; Adhered boards shall be a maximum
4-ft x 4-ft

JM Invinsa FR Roof Board

Min. 1/4-inch thick; Adhered boards shall be a maximum
4-ft x 4-ft
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APPENDIX A

Component

Product

Installation Detail

Insulation/Cover
Boards (Cont’d)

JM ProtectoR HD

JM ProtectoR HD FR

1/2-inch thick; Min. 80 psi; Adhered boards shall be a
maximum 4 ft x 4 ft

JM DuraBoard

JM Retro-Fit Board

JM RetroPlus Roof Board

Min. 1/2-inch thick; Adhered boards shall be a maximum
4-ft x 4-ft

JM Fesco Board

Min. 3/4-inch thick

JM SECUROCK Gypsum-Fiber Roof
Board

JM SECUROCK Glass-Mat Roof Board

Min. 1/4-inch thick

JM SeparatoR

JM SeparatoR CGF

JM SeparatoR FR

1/2-inch thick; Min. 25 psi; Adhered boards shall be a
maximum 4 ft x 4 ft

JM DuraFoam

JM FescoFoam

Min. 1.5-inch thick; Adhered boards shall be a maximum
4-ft x 4-ft

National Gypsum DEXcell Cement Roof
Board

Min. 7/16-inch thick; Adhered boards shall be a maximum
4-ft x 4-ft

National Gypsum DEXcell Glass Mat
Roof Board

National Gypsum DEXcell FA Glass Mat
Roof Board

Min. 1/4-inch thick

Tri-Built Ply IV

Min. 3-inch wide side-laps; Min. 6-inch end laps; Side-laps
shall be installed perpendicular to the direction of the steel

Base/Ply Sheets Tri-Built Glass Base ) ot
Tri-Built TM SBS Smooth deck ribs and parallel to the direction of the wood trusses
for mechanically attached systems
Cap Sheets Tri-Built TM SBS Granulated Min. 3-inch wide side-laps; Min. 6-inch end laps

Cellular Lightweight
Concrete

Celcore MF

Celcore MF with HS Rheology Modifying
Admixture

Slurr%/ coat min. 1/8-inch thick; 1-inch thick EPS board (1
Ibs/ft”); Min. 2-inch thick top coat; Celcore PVA curing
compound applied at rate of 300 ft’/gal

Applied in a continuous film with a broom prior to

Celcore S-1 placement of the Celcore lightweight concrete

Mearlcrete

Elastizell Slurry coat min. 1/8-inch thick; Min. 1-inch thick EPS board
Concrecel (1 Ibs/ft®); Min. 2-inch top coat

Cellular Lightweight Concrete

Vapor Barrier

Tri-Built TM SBS Smooth

Min. 3-inch wide side-laps; Min. 6-inch end laps; Applied
with hot or cold approved adhesives

Vapor Barrier
Adhesives

JM DynaSet 1k

JM DynaSet 2k

Millennium Hurricane Force 1-Part
Membrane Adhesive

Millennium Hurricane Force Membrane
Adhesive

Min. 4-inch side laps sealed at a rate of 1.5-2.0gal/100ft?;
Applied to substrate in 0.75 to 1-inch wide continuous
ribbons; See Membrane Adhesive instructions for base, ply,
and cap sheet application instructions;
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CREEK

[APPROVED ASSEMBLIES]

Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)

12 per 4-ft x 8-ft board
(Max. 2.67-ft* contributory area per fastener)

TECHNICAL SERVICES, LLC [NOMENCLATURE] APPENDIX A
Insulation/Cover Board Fastening Patterns
j * 1 ‘
| @ J&»T @ ® &
4
® ® ® s T© @
%) ® ® ® o ie ® ®
[ L L

15 per 4-ft x 8-ft board
(Max. 2.0-ft* contributory area per fastener)

16 per 4-ft x 8-ft board
(Max. 2.0-ft* contributory area per fastener)

6“

¥ | 1+ | :

5 I —»| e |
1 "

—| + + !+ + A

x N I + + -:- + o+ T +

? + + : + + +—+—+—+— +—+

3 + | + : ! }

o + )+ + + o+ o+ o+ o+ s
1

SN - ' | t

18 per 4-ft x 8-ft board
(Max. 1.78-ft’ contributory area per fastener)

&

18"¢

+ + + + + + + +

+ + + + + +

+ + + + + + + +

—»[12" -

22 per 4-ft x 8-ft board
(Max. 1.45-ft* contributory area per fastener)

—|12"] -

20 per 4-ft x 8-ft boar

'

24 per 4-ft x 8-ft board
(Max. 1.33-ft? contributory area per fastener)

Sl + + + + + + +
18"
- + + + + + + + +
+ + + + + + + o+
—| 5" le"le

(

(Max. 1.6-ft contributory area per fastener)

Lt

® © © ®

24 per 4-ft x 8-ft board Alt.
(Max. 1.33-ft* contributory area per fastener)
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Beacon Sales Acquisitions, Inc. c/o Johns Manville
<« CREEK [APPROVED ASSEMBLIES] SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [NOMENCLATURE] APPENDIX A

Insulation/Cover Board Fastening Patterns
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| Beacon Sales Acquisitions, Inc. c/o Johns Manville
e C R E E K [APPROVED ASSEMBLIES] SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B

NOMENCLATURE

The following naming conventions are utilized to specify products in the APPROVED ASSEMBLIES section of this report. Refer to the nomenclature below when
deciphering the allowable products for use in the selected assembly. Installation requirements shall be as noted in the APPROVED ASSEMBLIES and INSTALLATION
section of this report.

Name Definition

1k BUR Ply One or more plies of Tri-Built Glass Base fully bonded in DynaSet 1k

1k SBS Ply One or more plies of Tri-Built TM SBS Smooth fully bonded in DynaSet 1k

1k SBS Cap One ply of Tri-Built TM SBS Granulated fully bonded in DynaSet 1k
JM Two-Part Urethane Insulation Adhesive, JM Two-Part UIA, JM Two-Part Urethane Adhesive Canister, JM Two-Part UIA Canister, OlyBond 500, or

2-Part UIA OlyBond 500 Canister

AP & UF Plates All Purpose Fasteners (Concrete Deck, Steel Deck, or Wood Deck), or JM High Load Fasteners (Wood Deck or Steel Deck) with JM UltraFast Square
Metal Plate, UltraFast Plate Metal Flat, UltraFast 3” Round Metal Plate, or UltraFast Plate Metal Recessed
JM All Purpose Fastener, OMG Heavy Duty, Trufast #14 HD Fastener, JM Structural Concrete Deck Fastener (concrete only), or OMG CD-10

AP Fasteners & Plates (concrete only) and JM UltraFast 3” Round Metal Plate, JM UltraFast Plate Metal Recessed, OMG 3” Round Metal Plate, JM UltraFast Plate Metal
Flat, JM UltraFast Square Metal Plate, or OMG Flat Bottom Metal Plate

As Tested Information provided to the report user based on the as tested condition of the roof system

BA SBS BUR Base One ply of Tri-Built Glass Base fully bonded in JM MBR Bonding Adhesive

BA SBS BUR Base 2 One ply of Tri-Built Glass Base or Tri-Built TM SBS Smooth fully bonded in JM MBR Bonding Adhesive

BA SBS BUR Ply One or more plies of Tri-Built Glass Base or Tri-Built TM SBS Smooth fully bonded in JM MBR Bonding Adhesive

BA SBS Cap One ply of Tri-Built TM SBS Granulated fully bonded in JM MBR Bonding Adhesive

BA SBS Ply One or more plies of Tri-Built TM SBS Smooth fully bonded in JM MBR Bonding Adhesive

CA SBS BUR Ply One or more plies of Tri-Built Glass Base or Tri-Built TM SBS Smooth fully bonded in JM MBR Cold Application Adhesive

CA SBS Cap One ply of Tri-Built TM SBS Granulated fully bonded in JM MBR Cold Application Adhesive

CA SBS Ply One or more plies of Tri-Built TM SBS Smooth fully bonded in JM MBR Cold Application Adhesive

Celcore MF Celcore MF with HS Rheology Modifying Admixture cellular lightweight concrete
One layer of any of the following products:
-Georgia-Pacific DensDeck -JM Invinsa FR Roof Board -JM SECUROCK Gypsum-Fiber Roof Board

Cover Board -Georgia-Pacific DensDeck Prime -JM ProtectorR HD -National Gypsum DEXcell FA Glass Mat Roof Board
-Georgia-Pacific DensDeck StormX Prime  -JM ProtectorR HD FR -JM SECUROCK  -National Gypsum DEXcell Glass Mat Roof Board
-JM Invinsa Roof Board Glass-Mat Roof Board -National Gypsum DEXcell Cement Roof Board
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CREEK

Beacon Sales Acquisitions, Inc. c/o Johns Manville

[APPROVED ASSEMBLIES] SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Name Definition
All decks shall be designed by others in accordance with FBC requirements. As Tested deck construction details are described as follows:
Concrete Deck : Min. f; = 2,500 psi at 28 days
Min. 22 ga, Wide Rib Deck (Type WR) conforming to ANSI/SDI-RD1.0 & FBC; 0.5% Vented for LWIC applications only. The
following nomenclature is used to further describe the As Tested condition:
F<#> Number <#> #12-24 HWH self-drilling screws or equivalent fastener at each flute used to secure the deck to the
structural supports; Min. 1/4-inch penetration
Steel Deck G<#> Min. Grade <#> of Steel Deck
L<#> Max. span of <#> ft
P Min. 5/8-inch diameter puddle welds at each flute used to secure the deck to the structural supports
S<#> 1/4 "-14 HWH x7/8” self-drilling screws or equivalent fastener secured <#>-inch o.c. along the panel side laps
w 3/4-inch O.D. flat washer used with indicated fastener
) Solid or closely fitted min. 19/32-inch, 40/20 span rated, CDX plywood at max. 24 in. span for new construction. Min. 15/32-inch,
Deck Detail 32/16 span rated, CDX plywood sheathing for existing construction at max. 24 in. span; The following nomenclature is used to
further describe the As Tested condition.
T<#>P Min. <#>-inch thickness of the plywood sheathing
L<#> Max. span of <#> inches
0.113- 0.113-inch x 2-3/8-inch ring shank nails; Secured <#1> of fasteners at all intermediate supports and at the
<H1>/<#2> number <#2> of fasteners at the perimeter of each board
Wood Deck 10d-<#1>/<#2> : 10d ring shank nails; Secured <#1>-inch o.c. at all intermediate supports and <#2> -o.c. at the perimeter of
each board
8d-<#1>/<#2> 8d ring shank nails; Secured <#1>-inch o.c. at all intermediate supports and <#2> -o.c. at the perimeter of each
board
H#8-<#1>/<#2> #8 x 2-inch wood screws; Secured <#1>-inch o.c. at all intermediate supports and <#2> -o.c. at the perimeter of
each board
#12-<#1>/<#2> | #12-3” Olympic STC screws; Secured <#1>-inch o.c. at all intermediate supports and <#2> -o.c. at the
perimeter of each board
DensDeck Min. 1/4-inch Georgia-Pacific DensDeck
DensDeck Prime Min. 1/4-inch Georgia-Pacific DensDeck Prime; or DensDeck StormX Prime
DEXcell FA Min. 1/4-inch National Gypsum DEXcell FA Glass Mat Roof Board

DEXcell Cement

National Gypsum DEXcell Cement Roof Board

Dekfast DF-#12-PH3 (Steel Deck, or Wood Deck), Dekfast DF-#14-PH# (Concrete Deck, Steel Deck, or Wood Deck), or Dekfast DF-#15-PH3 (Steel

DF Deck, or Wood Deck) with Dekfast PLT-R-3

DynaSet 1k JM DynaSet 1k or Millennium Hurricane Force 1-Part Membrane Adhesive
DynaSet 2k JM DynaSet 2k or Millennium Hurricane Force Membrane Adhesive

E3 JM ENRGY 3 or JM ENRGY 3 CGF

E3 C1 JM ENRGY 3 C1 or JM ENRGY 3 C1 CGF
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Beacon Sales Acquisitions, Inc. c/o Johns Manville
C R E E K [APPROVED ASSEMBLIES] SBS Mod-Bit Roof Systems (HVHZ)
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Name Definition
Choose one of the following fastener and plate combinations for the given conditions:
Board or Base Fastener Plate Roof Deck
Sheet
Any JM All Purpose Fastener, OMG Heavy JM UltraFast Square Metal Plate, UltraFast Plate Metal Concrete
Duty, JM Structural Concrete Deck Flat, OMG Flat Bottom Metal Plate, UltraFast 3" Round
Fastener, OMG CD-10, Dekfast DF-#14- Metal Plate, UltraFast Plate Metal Recessed, or OMG 3”
PH3, or Trufast #14 HD Fastener Round Metal Plate
Any JM UltraFast Fastener, OMG #12 JM UltraFast Square Metal Plate, UltraFast Plate Metal Steel
Standard Roofgrip, Trufast #12 DP Flat, OMG Flat Bottom Metal Plate, UltraFast 3" Round
Fastener, Trufast #14 HD Fastener, JM Metal Plate, UltraFast Plate Metal Recessed, or OMG 3”
High Load Fastener, OMG #15 Roofgrip, Round Metal Plate
Dekfast DP-#15-PH3, or Trufast #15 EHD
Fastener
Any JM UltraFast Fastener, OMG #12 JM UltraFast Square Metal Plate, UltraFast Plate Metal Plywood or OSB
Standard Roofgrip, Trufast #12 DP Flat, OMG Flat Bottom Metal Plate, UltraFast 3" Round
Fastener, Dekfast DF-#12-PH3, JM All Metal Plate, UltraFast Plate Metal Recessed, or OMG 3”
Purpose Fastener, OMG Heavy Duty, Round Metal Plate
Dekfast DF-#14-PH#, JM High Load
Fastener, OMG #15 Roofgrip, Dekfast DF-
#15-PH3, or Trufast #15 EHD Fastener
Fasteners & Plates Any Dekfast DF-#14-PH3 Dekfast PLT-R-3 Concrete
Any Dekfast DF-#12-PH3 or Dekfast DP-#15- Dekfast PLT-R-3 Steel
PH3
Any Dekfast DF-#12-PH3, Dekfast DF-#14- Dekfast PLT-R-3 Plywood or OSB
PH#, or Dekfast DF-#15-PH3
Any JM All Purpose Fastener, OMG Heavy Trufast 3” Metal Insulation Plates Concrete
Duty, JM Structural Concrete Deck
Fastener, OMG CD-10, or Trufast #14 HD
Fastener
ENRGY 3, SeparatoR | JM UltraFast Fastener, OMG #12 Trufast 3" Metal Insulation Plates Steel
CGF, DensDeck Standard Roofgrip, JM High Load
Prime, DEXcell FA, or | Fastener, or OMG #15 Roofgrip
SECUROCK
ENRGY 3, SeparatoR | JM UltraFast Fastener, OMG #12 Trufast 3” Metal Insulation Plates Plywood or OSB
CGF, DensDeck Standard Roofgrip, JM All Purpose
Prime, DEXcell FA, or | Fastener, OMG Heavy Duty, JM High
SECUROCK Load Fastener, or OMG #15 Roofgrip
Any Trufast #12 DP Fastener, Trufast #14 HD Trufast 3” Metal Insulation Plates Steel or OSB
Fastener, or Trufast #15 EHD Fastener
Any Trufast #12 DP Fastener or Trufast #15 Trufast 3” Metal Insulation Plates Plywood
EHD Fastener
HA SBS BUR Base One ply of Tri-Built Glass Base fully bonded in ASTM D 312, Type IV Asphalt
HA SBS BUR Base 2 One ply of Tri-Built Glass Base or Tri-Built Ply IV fully bonded in ASTM D 312, Type IV Asphalt
HA SBS BUR Ply One or more plies of Tri-Built Ply IV, Tri-Built Glass Base, or Tri-Built TM SBS Smooth or DynaPly T1 fully bonded in ASTM D 312, Type IV Asphalt
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Beacon Sales Acquisitions, Inc. c/o Johns Manville

CREEK [APPROVED ASSEMBLIES] SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B

Name Definition

HA SBS Cap One ply of Tri-Built TM SBS Granulated fully bonded in ASTM D 312, Type IV Asphalt

HA SBS Ply One or more plies of Tri-Built TM SBS Smooth fully bonded in ASTM D 312, Type IV Asphalt

HL Fasteners & Plates JM High Load Fasteners, OMG #15 Roofgrip, or Trufast #15 EHD Fasteners and JM High Load Plates or OMG Eyehook Accuseam Plate

INVINSA JM Invinsa or JM Invinsa FR Roof Board
One of more layers in any combination of:
DensDeck ENRGY 3 C1 CGF SECUROCK Glass-Mat Roof Board
DensDeck Prime ENRGY 3 CGF SECUROCK Gypsum-Fiber Roof Board
DEXcell Glass Mat Roof Board ENRGY 3 FR SECUROCK Cement Roof Board

Insulation DEXcell FA Glass Mat Roof Board Fesco Board, FescoFoam SeparatoR
DEXcell Cement Board Invinsa Roof Board SeparatoR CGF
DuraBoard Invinsa FR Roof Board SeparatoR FR
DuraFoam, ENRGY 3 ProtectoR HD EPS
ENRGY 3 AGF ProtectoR HD F
ENRGY 3 C1 Retro-Fit Board

JM UA JM UA Canister

LWIC Poured-in-place Cellular Lightweight Concrete with encapsulated insulation board

MCRF Minimum Characteristic Resistance Force as determined by TAS 105 for the named fastener in the selected assembly

MDP Maximum Design Pressure

OSFA JM One-Step Foamable Adhesive or Millennium One Step Foamable Adhesive

PCA SBS BUR Ply One or more plies of Tri-Built Ply IV, Tri-Built Glass Base, or Tri-Built TM SBS Smooth fully bonded in JM Premium Cold Application Adhesive

PCA SBS Cap Tri-Built TM SBS Granulated fully bonded in JM Premium Cold Application Adhesive

PCA SBS Ply One or more plies of Tri-Built TM SBS Smooth fully bonded in JM Premium Cold Application Adhesive

Preliminarily Secured Fastened at minimum rate of five (5) fasteners per 4-ft x 8-ft board or four (4) fasteners per 4-ftx 4-ft board

ProtectoR JM ProtectoR HD or JM ProtectoR HD FR Roof Board
Where assemblies are used to recover an existing roof, the existing roof shall consist of only one layer of roofing, i.e. recovering a previously

Recover recovergd ropf is not permitted. Reqover rpofing shgll be.conducted in compliance with FBC St_action 1521. For mechanically fa;tened roof_
assemblies, i.e. systems x-M-#, the insulation layer is optional, or any INSULATION board or slip sheet may be used as separation layer prior to
installing the approved roof assembly.

RSUA JM Roofing System Urethane Adhesive or Millennium PG-1 Low Viscosity Insulation Adhesive

SECUROCK Min. 1/4-inch JIM SECUROCK Gypsum-Fiber Roof Board

TF Trufast #12 DP Fastener (Steel Deck or Wood Deck), Trufast #14 HD Fastener (Concrete Deck, Steel Deck, or Wood Deck), or Trufast #15 EHD
Fasteners (Concrete Deck, Steel Deck or Wood Deck) with Trufast 3” Metal Insulation Plate
JM UltraFast Fasteners (Steel Deck or Wood Deck), OMG #12 Standard Roofgrip (Steel Deck or Wood Deck), JM All Purpose Fasteners (Concrete

UE Deck, Steel Deck, or Wo'od Deck), OMG Heavy Duty (Concrete Deck, Steel Deck, or Wood Deck), JM High Load Fasteners (Wood Deck or Steel
Deck), OMG #15 Roofgrip (Wood Deck or Steel Deck) and JM UltraFast Square Metal Plate, UltraFast Plate Metal Flat, OMG Flat Bottom Metal
Plate, UltraFast 3" Round Metal Plate, UltraFast Plate Metal Recessed, or OMG 3” Round Metal Plate

UF Fasteners & Plates JM UltraFast Fastener, OMG #12 Standard Roofgrip, or Trufast #12 DP Fasteners and JM UltraFast Square Metal Plate, UltraFast Plate Metal Flat,
OMG Flat Bottom Metal Plate, UltraFast 3” Round Metal Plate, UltraFast Plate Metal Recessed, or OMG 3” Round Metal Plate

UltraFast (Square) JM UltraFast Plate Metal Flat, JM UltraFast Square Metal Plate, or OMG Flat Bottom Metal Plate
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Beacon Sales Acquisitions, Inc. c/o Johns Manville
C R E E K [APPROVED ASSEMBLIES] SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Name Definition
One of the following options may be utilized as allowed by the Approved Assembly. The MDP shall be limited to the lesser of rating of the Approved
Assembly and the MDP for the chosen vapor barrier.
Primer Vapor Barrier VB Application Insulation Adhesive MDP (psf)
Tri-Built TM SBS Smooth; Laps sealed with . JM UA, OSFA, 2-Part UIA,
Vapor Barriers for None DynaSet 1k DynaSet 1k 12-inch 0.c. 'a5yA 12-inch o.c. -232.5
Adhered Assemblies Tri-Built TM SBS Smooth; Laps sealed with . ASTM D 312, Type IV
over Concrete Deck None DynaSet 1k DynaSet 1k 12-inch o.c. Asphalt -337.5
Tri-Built TM SBS Smooth; Laps sealed with . JM UA, OSFA, 2-Part UIA,
None DynaSet 2k DynaSet 2k 12-inch o.c. or RSUA 12-inch o.c. -97.5
Tri-Built TM SBS Smooth; Laps sealed with . ASTM D 312, Type IV
None DynaSet 2k DynaSet 2k 12-inch o.c. Asphalt -75
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Beacon Sales Acquisitions, Inc. c/o Johns Manville
C R E E K [APPROVED ASSEMBLIES] SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B

APPROVED ASSEMBLIES

The following notes shall be observed when using the assembly tables below.

1. MDPs were calculated using a 2:1 margin of safety per FBC Section 1523.4.

2. Refer to LimITATIONS and NOMENCLATURE sections of this evaluation when using the table(s) below.

3. Refer to INSTALLATION section of this report for installation detail when the information is not explicitly stated for the selected assembly.

4. The on-center (0.c.) spacing given is the maximum allowable attachment spacing for the rated system.

5. Prior to application of the approved assembly an optional vapor barrier, such as 4-6 mil polyethylene or an adhered vapor barrier to a roof board may be
installed over concrete or steel decks when the approved assembly contains insulation or the membrane fastened through to the deck.

6. Base Insulation in assemblies with All Layers Adhered may be installed in one or more layers.

7. As Tested information for roof deck construction is provided for information only. The addition of the As Tested deck information does not obviate the
requirement for rational design of the roof deck and roof deck attachment in accordance with FBC requirements.

8. Steel deck utilized in all lightweight concrete systems shall be ASTM A653, G90 galvanized steel.

9. For systems C-AM-#, C-M-#, S-AM-#, and S-M-#, it is permissible to install over or substitute loose fill insulation with minimum 200psi, minimum 2-inch
FBC approved lightweight insulating concrete applied over the concrete or steel deck. Fasteners shall be installed through the lightweight insulating
concrete anchoring into the structural deck. If lightweight insulating concrete is proposed, field withdrawal resistance testing shall be conducted to
determine equivalent or enhanced fastening patterns and density. All testing and fastening design shall be in compliance with Testing Application
Standard TAS 105 and Roofing Application Standard RAS 117 and/or RAS 137. Calculations shall be signed and sealed by a qualified design
professional.

Assembly System Numbers and Definitions

C-A-# Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
C-AM-# Assemblies with Adhered Membranes over Insulated Concrete Deck (New, Existing, or Recover)
C-M-# Mechanically Fastened Assemblies over Concrete Deck (New, Existing, or Recover)
CW-A-# Assemblies with All Layers Adhered over Cementitious Wood Fiber Deck (New or Existing)
CW-AM-# Assemblies with Adhered Membranes over Insulated Cementitious Wood Fiber Deck (New, Existing or Recover)
CW-M-# Mechanically Fastened Assemblies over Cementitious Wood Fiber Deck (New, Existing, or Recover)
G-A-# Assemblies with All Layers Adhered over Poured Gypsum Deck (New or Existing)
G-AM-# Assemblies with Adhered Membranes over Insulated Poured Gypsum Deck (New, Existing or Recover)
G-M-# Mechanically Fastened Assemblies over Poured Gypsum Deck (New, Existing, or Recover)
LC-A-# Lightweight Concrete Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
LC-AM-# Lightweight Concrete Assemblies with Adhered Membranes over Concrete Deck (New or Existing)
LC-M-# Mechanically Fastened Lightweight Concrete Assemblies over Concrete Deck (New or Existing)
LS-AM-# Lightweight Concrete Assemblies with Adhered Membranes over Steel Deck (New or Existing)
LS-M-# Mechanically Fastened Lightweight Concrete Assemblies over Steel Deck (New or Existing)
R-A-# Adhered Recover Assemblies
S-AM-# Assemblies with Adhered Membranes over Insulated Steel Deck (New, Existing, or Recover)
S-M-# Mechanically Fastened Assemblies over Steel Deck (New, Existing, or Recover)
W-AM-# Assemblies with Adhered Membranes over Insulated Wood Deck (New, Existing, or Recover)
W-M-# Mechanically Fastened Assemblies over Wood Deck (New, Existing, or Recover)
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CREEK

[APPROVED ASSEMBLIES]

Beacon Sales Acquisitions, Inc. c/o Johns Manville

SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
System . Base Insulation . MDP
No. Vapor Barrier (Note 6) Top Insulation Base Ply Ply Sheet Cap Sheet (psf)
OPTIONAL
HA SBS BUR . . DuraBoard or
Min. 1.5-inch E3 fully . ] OPTIONAL
cAl1 | Base2orvapor | ogpereqin ASTMD 312, | MiN- /2inch FescoBoard | g, qps R Base | BA SBS BUR Ply BA SBS Cap 82.5
Barriers for Adhered Tvpe IV Asphalt fully adhered in ASTM D or HA SBS BUR P or HA SBS Cap (Lim. 9)
Assemblies over yp P 312, Type IV Asphalt Y
Concrete Deck
Vapor Barriers for Min. 1-inch ENRGY 3 %?gggﬁggg&e
C-A-2 Adhered secured with 2-Part UIA 1 5 req with JM UA or CA SBS Ply OPTIONAL CA SBS Cap 825
Assemblies over ribbons spaced - CA SBS Ply (Lim. 9)
. 2-Part UIA ribbons spaced
Concrete Deck 12-inch o.c. .
12-inch o.c.
Vapor Barriers for Min. 1-inch ENRGY 3 DEXcell FA
Adhered secured with 2-Part UIA secured with JM UA or OPTIONAL -82.5
C-A-3 Assemblies over ribbons spaced 2-Part UIA ribbons spaced BA SBS Ply BA SBS Ply BA SBS Cap (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Vapor Barriers for Min. 1-inch ENRGY 3 DEXcell FA
Adhered secured with 2-Part UIA secured with JIM UA or OPTIONAL -82.5
C-A4 Assemblies over ribbons spaced 2-Part UIA ribbons spaced HA SBS Ply HA SBS Ply HA SBS Cap (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
OPTIONAL Min. 1.5-inch E3 secured BA SBS BUR Base;
Vapor Barriers for with. 2-.Part UIA. RSUA or FescoBoard or Tri-Built Ply IV OPTIONAL BA SBS Cal 1125
C-A-5 Adhered OSFA in ribbor;s spaced secured with 2-Part UIA or Tri-Built Glass Base BA SBS BUR Ply or HA SBS C'; (Lim '9)
Assemblies over 12-inch o.c P ribbons spaced 12-inch o.c. | fully bonded in ASTM D | or HA SBS BUR Ply P '
Concrete Deck o 312 Type IV Asphalt
Vapor Barriers for Min. 1-inch ENRGY 3 DensDeck Prime
Adhered secured with RSUA or or SECUROCK secured with OPTIONAL -135
C-A6 Assemblies over OSFA ribbons spaced JM UA, RSUA or OSFA CA SBS Ply CA SBS Ply CA SBS Cap (Lim. 9)
Concrete Deck 12-inch o.c. ribbons spaced 12-inch o.c.
Vapor Barriers for Min. 1-inch ENRGY 3 .
; DEXcell FA secured with
Adhered secured with RSUA or OPTIONAL -135
C-AT Assemblies over OSFA ribbons spaced _IM UA, RSUA or OSFA BA SBS Ply BA SBS Ply BA SBS Cap (Lim. 9)
- ribbons spaced 12-inch o.c.
Concrete Deck 12-inch o.c.
Vapor Barriers for Min. 1-inch ENRGY 3 DEXcell FA
Adhered secured with RSUA or secured with JM UA, RSUA OPTIONAL -135
C-A8 Assemblies over OSFA ribbons spaced or OSFA ribbons spaced 12- HA SBS Ply HA SBS Ply HA SBS Cap (Lim. 9)
Concrete Deck 12-inch o.c. inch o.c.
Va&fgg:\iﬁls_ for Min. 1.5-inch E3 secured DuraBoard adhered in OPTIONAL
with JIM MBR Bonding JM MBR Bonding Adhesive BA SBS Cap -147.5
C-A-9 Adhered ) . BA SBS BUR Base BA SBS BUR Ply :
; Adhesive or 2-Part UIA | or 2-Part UIA ribbons spaced or HA SBS Cap (Lim. 9)
Assemblies over ribbons spaced 12-inch o.c or HA SBS BUR Ply
Concrete Deck 1S Sp ’
12-inch o.c
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[APPROVED ASSEMBLIES]

Beacon Sales Acquisitions, Inc. c/o Johns Manville

SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
System . Base Insulation . MDP
No. Vapor Barrier (Note 6) Top Insulation Base Ply Ply Sheet Cap Sheet (psf)
Min. 1.5-inch E3 fully OPTIONAL
C-A-10 - adhered in JM MBR - BA SBS BUR Base BA SBS BUR Ply OFSASESSCSE (-Lliﬁzg)
Bonding Adhesive or HA SBS BUR Ply P )
OPTIONAL Min. 1-inch ENRGY 3 DensDeck Prime,
Vapor Barriers for secured with OSFA, or SECUROCK secured with OPTIONAL
C-A-11 Adhered 2-Part UIA or RSUA | JM UA, OSFA, 2-Part UIA or Orl('é AS'ZSBg 'gl 1k SBS Ply Orlé fgﬁg‘é‘; (L-i]r-r?OQ)
Assemblies over ribbons spaced RSUA ribbons spaced y or CA SBS Ply P '
Concrete Deck 12-inch o.c. 12-inch o.c.
OPTIONAL Min. 1-inch ENRGY 3 .
h . DEXcell FA secured with JIM
CAL2 vapor d'?g:éfjrs for ;ﬁf::fgﬁ;"”g&f& UA, OSFA, 2-Part UIA or 1k SBS Ply ?If ;E%NSL 1k SBS Cap -150
- : ' RSUA ribbons spaced or BA SBS Ply y or BA SBS Cap (Lim. 9)
Assemblies over ribbons spaced - or BA SBS Ply
: 12-inch o.c.
Concrete Deck 12-inch o.c.
OPTIONAL Min. 1-inch ENRGY 3
A . DEXcell FA
Vapor Barriers for secured with OSFA, -
C-A-13 Adhered 2-Part UIA, or RSUA | Secured with M UA, OSFA, HA SBS Ply OPTIONAL HA SBS Cap 150
; . 2-Part UIA or RSUA HA SBS Ply (Lim. 9)
Assemblies over ribbons spaced fibbons spaced 12-inch o.c
Concrete Deck 12-inch o.c. P e
OPTIONAL
HA SBS BUR Base Min. 1.5-inch E3, Retro-Fit Board or
2 or Vapor Barriers | FescoFoam or DuraFoam DuraBoard fully adhered OPTIONAL -155
C-A-14 for Adhered fully adhered in ASTM D in ASTM D 312, HASBSBURBase2 | 11 sBS BUR Ply HA SBS Cap (Lim. 9)
Assemblies over 312, Type IV Asphalt Type IV Asphalt
Concrete Deck
Min. 1.5-inch E3,
OPTIONAL FescoFoam, DuraFoam, OPTIONAL
HA SBS BUR Base . .
2 or Vapor Barriers FescoBoar(_JI, Retrc_)-Flt _ Ret_ro-F|t Board or OPTIONAL 1675
C-A-15 for Adhered Board or Min. 3/4-inch Min. 3/4-inch DuraBoard fully HA SBS BUR Base HA SBS BUR PI HA SBS Cap (Lim '9)
Assemblies over DuraBoard fully adhered in adhered in ASTM D 312, Y '
ASTM D 312, Type IV Type IV Asphalt
Concrete Deck Asphalt
OPTIONAL . .
. Min. 1.5-inch ENRGY 3 ]
Vapor Barriers for secured with OSFA, 2-Part ProtectoR HD secured with CA SBS Ply OPTIONAL CA SBS Cap 1725
C-A-16 Adhered . OSFA, 2-Part UIA or RSUA CA SBS Ply :
: UIA or RSUA ribbons - ; or 1k SBS Ply or 1k SBS Cap (Lim. 9)
Assemblies over spaced 12-inch o.c ribbons spaced 12-inch o.c. or 1k SBS Ply
Concrete Deck P e
Va %':gaor::leArls_ for Min. 1.5-inch ENRGY 3 DensDeck Prime or OPTIONAL
C-A-17 P Adhered secured with OSFA, 2-Part | DEXcell FA secured with 1k SBS Ply 1k SBS Pl 1k SBS Cap -172.5
: UIA or RSUA ribbons OSFA, 2-Part UIA or RSUA or CA SBS Ply 4 or CA SBS Cap (Lim. 9)
Assemblies over j - . or CA SBS Ply
spaced 12-inch o.c. ribbons spaced 12-inch o.c.
Concrete Deck
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[APPROVED ASSEMBLIES]

Beacon Sales Acquisitions, Inc. c/o Johns Manville

SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
System ; Base Insulation ; MDP
No. Vapor Barrier (Note 6) Top Insulation Base Ply Ply Sheet Cap Sheet (psf)
OPTIONAL . .
h Min. 1.5-inch ENRGY 3
Vapor Barriers for | oo\ red with OSFA, 2-Part SECUROCK CA SBS Ply OPTIONAL CA SBS Cap 1725
C-A-18 Adhered . secured with RSUA ribbons CA SBS Ply :
: UIA or RSUA ribbons - or 1k SBS Ply or 1k SBS Cap (Lim. 9)
Assemblies over } spaced 12-inch o.c. or 1k SBS Ply
spaced 12-inch o.c.
Concrete Deck
OPTIONAL Min. 1.5-inch ENRGY 3 DensDeck Prime, -180
Vapor Barriers for secured with OSFA, DEXcell FA or SECUROCK OPTIONAL (Lim 9:
C-A-19 Adhered 2-Part UIA or RSUA secured with OSFA, 1k SBS Ply 1K SBS PI 1k SBS Cap Non-,
Assemblies over ribbons spaced 2-Part UIA or RSUA ribbons Y HVHZ)
Concrete Deck 12-inch o.c. spaced 12-inch o.c.
OPTIONAL Min. 1-inch ENRGY 3
Vapor Barriers for secured with OSFA,
C-A-20 Adhered 2-Part UIA or RSUA - o}';fggspg o ;:3%'\‘9" 1k SBS Cap (L}%T?Og)
Assemblies over ribbons spaced Y Y '
Concrete Deck 12-inch o.c.
OPTIONAL . .
. Min. 1-inch ENRGY 3 :
Vapor Barriers for ; DEXcell FA secured with
C-A-21 Adhered secured with 2-Part UIA 2-Part UIA ribbons CA SBS Ply OPTIONAL CA SBS Cap -185
- ribbons spaced . CA SBS Ply (Lim 9)
Assemblies over 12-inch o.c spaced 12-inch o.c.
Concrete Deck o
FescoBoard or
C-A-22 ) Min. 3/4-inch DuraBoard ) HA SBS BUR Base 2 BAOSFI;EOBTJA&LPI BA SBS Cap -187.5
fully adhered in JM MBR or BA SBS BUR Base y or HA SBS Cap (Lim. 9)
) . or HA SBS BUR Ply
Bonding Adhesive
OPTIONAL
Vapor Barriers for DuraBoard secured with OPTIONAL
C-A-23 Adhered - 2-Part UIA ribbons BA SBS BUR Base BA SBS BUR Ply orBﬁASggscg‘; ('Lliﬁr'g)
Assemblies over spaced 12-inch o.c. or HA SBS BUR Ply P '
Concrete Deck
OPTIONAL Min. 1.5-inch ENRGY 3 .
Vapor Barriers for secured with OSFA, De:;zz;zgrcvir?ro%iﬁce” OPTIONAL 195
C-A-24 Adhered 2-Part UIA or RSUA iy CA SBS Ply CA SBS Cap .
- . 2-Part UIA or RSUA ribbons CA SBS Ply (Lim. 9)
Assemblies over ribbons spaced spaced 12-inch o.c
Concrete Deck 12-inch o.c. P e
OPTIONAL Min. 1.5-inch ENRGY 3
Vapor Barriers for secured with OSFA, OPTIONAL
C-A-25 Adhered 2-Part UIA or RSUA - BA SBS BUR Base HA SBS Ply AR (L-ifnZSQ)
Assemblies over ribbons spaced y or 1k SBS Ply P '
Concrete Deck 12-inch o.c.
OPTIONAL
Vapor Barriers for Min. 1.5-inch ENRGY 3 OPTIONAL )
C-A-26 Adhered secured in RSUA spaced - BAO??E géJSR PB;ase HA SBS Ply o??_\kSSBBSSng (Lizr:fsg)
Assemblies over 12-inch o.c. Y or 1k SBS Ply p '
Concrete Deck
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CREEK

[APPROVED ASSEMBLIES]

Beacon Sales Acquisitions, Inc. c/o Johns Manville

SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
System . Base Insulation . MDP
No. Vapor Barrier (Note 6) Top Insulation Base Ply Ply Sheet Cap Sheet (psf)
OPTIONAL
Vapor Barriers for OPTIONAL
C-A-27 Adhered - - HA BUR SBS Base HA SBS BUR Ply OFQASSSSC(%‘; (L'iﬁ?g)
Assemblies over or BA SBS BUR Ply P '
Concrete Deck
OPTIONAL
Vapor Barriers for FescoBoal_’d secured in OPTIONAL BA SBS Cap 285
C-A-28 Adhered 2-Part UIA ribbons spaced - HA BUR SBS Base HA SBS BUR Ply or HA SBS Ca (Lim. 9)
Assemblies over 12-inch o.c. or BA SBS BUR Ply P '
Concrete Deck
OPTIONAL . .
. Min. 1.5-inch ENRGY 3 .
Vapor Barriers for CGE secured with RSUA DensDeck Prime secured HA SBS BUR Ply OPTIONAL HA SBS Cap 285
C-A-29 Adhered fibbons spaced with RSUA ribbons spaced or 1k SBS P! HA SBS BUR Ply or 1k SBS Ca (Lim 9)
Assemblies over ns sp 12-inch o.c. Y or 1k SBS Ply p
12-inch o.c.
Concrete Deck
OPTIONAL .
Vapor Barriers for Dugg;zrge%ruseﬁrﬁ;m OPTIONAL BA SBS Ca 305
C-A-30 Adhered . - HA BUR SBS Base HA SBS BUR Ply p .
- 2-Part UIA ribbons spaced or HA SBS Cap (Lim. 9)
Assemblies over 12-inch o.c or BA SBS BUR Ply
Concrete Deck o
. . OPTIONAL
OPTIONAL Min. 1.5-inch ENERGY 3, . S
Vapor Barriers for ENRGY 3 AGF, FescoBoard, Retro-Fit Board 'I_'n-B.unt Ply IV or OPTIONAL
or Tri-Built Glass Base BA SBS Cap -305
C-A-31 Adhered FescoFoam or DuraFoam . . . HA SBS BUR Ply )
- . Min. 3/4-inch DuraBoard fully | fully bonded in ASTM D or HA SBS Cap (Lim. 9)
Assemblies over fully adhered in ASTM D adhered in ASTM D 312 312 Type IV Asphalt or BA SBS BUR Ply
Concrete Deck 312, Type IV Asphalt ' yp P
Type IV Asphalt
Min. 2-inch ENRGY 3 or
OPTIONAL ENRGY 3 AGF fully .
. : SECUROCK fully adhered in
Vapor Barriers for adneredin IMMBR | 3y ipp Bonding Adhesive | HA SBS BUR Ply OPTIONAL BA SBS Cap -367.5
C-A-32 Adhered Bonding Adhesive or or secured with 2-Part UIA | or BA SBS BUR Pl HA SBS BUR Ply or HA SBS Ca (Lim 9)
Assemblies over secured with 2-Part UIA : : Y or BA SBS BUR Ply P
; ribbons spaced 12-inch o.c
Concrete Deck ribbons spaced
12-inch o.c.
Min. 2-inch ENRGY 3 or
ENRGY 3 AGF fully
adhered in JM MBR HA SBS BUR Base QPTIONAL BA SBS Cap -367.5
C-A-33 - Bonding Adhesive or - or BA SBS BUR Base HA SBS BUR Ply or HA SBS Ca (Lim 9)
secured with 2-Part UIA or BA SBS BUR Ply P
ribbons spaced
12-inch o.c.
Min. 1.5-inch ENRGY 3 or
OPTIONAL
C-A-34 . ENRGY 3 AGF fully . BASBSBURBase | HASBSBUR Ply BA SBS Cap 375
adhered in or BA SBS BUR Pl or HA SBS Cap (Lim. 9)
JM MBR Bonding Adhesive y
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CREEK

[APPROVED ASSEMBLIES]

Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
System - Base Insulation . MDP
No. Vapor Barrier (Note 6) Top Insulation Base Ply Ply Sheet Cap Sheet (psf)
OPTIONAL | Min- 2nch ENRGY SAGF | o ook secured with
. secured with 2-Part UIA -
Vapor Barriers for ribbons spaced 12-inch 2-Part UIA ribbons spaced OPTIONAL 3975
C-A-35 Adhered P . 12-inch o.c. or fully adhered HA SBS BUR Ply HA SBS Cap -~
: o.c. or fully adhered in - HA SBS BUR Ply (Lim 9)
Assemblies over in ASTM D 312, Type IV
ASTM D 312, Type IV
Concrete Deck Asphalt
Asphalt
OPTIONAL . .
h Min. 2-inch ENRGY 3 .
Vapor Barriers for : SECUROCK secured with )
C-A-36 Adhered secured with 2-Part UIA | 5 524131 ribbons spaced HA SBS BUR Ply OPTIONAL HA SBS Cap 442.5
: ribbons spaced . HA SBS BUR Ply (Lim 9)
Assemblies over : 12-inch o.c.
12-inch o.c.
Concrete Deck
OPTIONAL . .
h Min. 1.5-inch ENRGY 3 :
Vapor Barriers for . DensDeck Prime secured
CGF secured with RSUA . ) OPTIONAL -492.5
C-A-37 Adhe_red ribbons spaced with RSUA ribbons HA SBS BUR Ply HA SBS BUR Ply HA SBS Cap (Lim 9)
Assemblies over . spaced 6-inch o.c.
12-inch o.c.
Concrete Deck
OPTIONAL
Vapor Barriers for | Min. 2-inch ENRGY 3 fully SECUROCK fully OPTIONAL 495
C-A-38 Adhered adhered in ASTM D 312, adhered in ASTM D 312, HA SBS BUR Ply HA SBS BUR PI HA SBS Cap (Lim 9)
Assemblies over Type IV Asphalt Type IV Asphalt y
Concrete Deck
Assemblies with Adhered Membranes over Insulated Concrete Deck (New, Existing, or Recover)
System Base Base Insulation Top Top Insulation MDP
No. Insulation Attachment Insulation Attachment EEEE MY HliysneEt Crp sinee (psf)
OPTIONAL
Insulation
under F?)SCOFFoam > OPTIONAL
. ; uraFoam;
Min 1.5-inch - ) . CA SBS Cap;
ENRGY 3, AP Fasteners & Plates Min. 1-inch ' ASTM D 312, CA SBS BUR PIy,. PCA SBS Cap; 525
C-AM-1 secured at a rate of Fesco Board; HA SBS BUR Base PCA SBS BUR Ply; . ;
FescoFoam or ) Type IV Asphalt . HA SBS Cap; (Lim. 7)
DuraFoam: or 16 per 4-ft x 8-ft Board Retro-Fit, HA SBS BUR Ply; or BA SBS Ca
. Lt RetroPlus or or BA SBS BUR Ply P
Min. 1-inch
DuraBoard
Fesco Board or
DuraBoard

JMC23004.2b
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[APPROVED ASSEMBLIES]

Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Concrete Deck (New, Existing, or Recover)
System Base Base Insulation Top Top Insulation MDP
No. Insulation Attachment Insulation Attachment R Ry PI7SEE CE St (psf)
OPTIONAL
Insulation FescoEoam
. under . . FescoBoard, AP Fasteners & OPTIONAL . CA SBS Cap;
Min. 1-inch E3; Simultaneously CA SBS BUR Ply; .
- DuraFoam, Plates at a rate of . PCA SBS Cap; -52.5
C-AM-2 FescoFoam, fastened with Top . HA SBS BUR Base PCA SBS BUR Ply; . :
h Retro-Fit Board 16 per 4-ft x 8-ft . HA SBS Cap; (Lim. 7)
FescoBoard, Insulation . : HA SBS BUR Ply;
or Min 3/4-inch Board or BA SBS Cap
DuraFoam or or BA SBS BUR Ply
- - DuraBoard
Min. 3/4-inch
DuraBoard
OPTIONAL
Insulation Simultaneously DensDeck Fasteners & Plates 1k SBS Ply; lOkPSTéosNPAIL 1k SBS Cap; 525
C-AM-3 under fastened with Top Prime secured at a rate of CA SBS Ply CA SBS P?"_ CA SBS Cap; (Lim. 7
Min. 1.5-inch Insulation 1 fastener per 1.8ft° or HA SBS Ply Y, or HA SBS Cap ’
E3 or HA SBS Ply
O"?ST“Igt’i\l‘gL Simultaneously g:csttlfgde r:ti 'raalu?éeosf OPTIONAL 52,5
C-AM-4 _ under fastened w_lth Top ProtectoR 18 per 4-ft x 8-ft 1k SBS Ply 1k SBS Ply 1k SBS Cap Lim. 7)
Min. 1.5-inch Insulation Board
E3 or E3 C1
OPTIONAL
OPTIONAL 1k SBS Ply; . 1k SBS Cap;
Insulation Simultaneously g::&?ggr:ti E:?;eosf CA SBS BUR Ply; CAlgBSSBguplLyI’DI . CA SBS Cap; 60
C-AM-5 under fastened with Top SECUROCK PCA SBS BUR Ply; y,. PCA SBS Cap; .
. . . 18 per 4-ft x 8-ft _ PCA SBS BUR Ply; X (Lim.7)
Min. 1.5-inch Insulation HA SBS BUR Ply; . HA SBS Cap;
E3 Board or BASBS BURPly | HASBSBURPI; or BA SBS Cap
or BA SBS BUR Ply
OPTIONAL
Insulation FescoFoam, OPTIONAL .
under AP Fasteners & Plates DuraFoam, ASTM D 312 CA SBS BUR Ply; PCéA ASSBBSS(:C‘F";" 60
C-AM-6 Min 1.5-inch secured at a rate of Retro-Fit, Tvpe IV As ha’ut HA SBS BUR Base PCA SBS BUR Ply; HA SBS Ca p (Lim. 7)
ENRGY 3, 18 per 4-ft x 8-ft Board RetroPlus or yp P HA SBS BUR Ply; or BA SBS CF; ’
FescoFoam or DuraBoard or BA SBS BUR Ply P
DuraFoam
OPTIONAL 1K SBS Ply; ﬁ(PSTI'B%NFﬁyL_ 1K SBS Cap;
Insulation Fasteners & Plates . . . CA SBS BUR Ply; - CA SBS Cap; )
C-AM-7 under secured at a rate of gg‘cgsggﬁ ZP?S_:;L’? E;pé)hed PCA SBS BUR Ply; PCCA:ASSBBSSBBUURRPPI)I/,' PCA SBS Cap; (Lir?ﬁo 7
Min 1.5-inch 18 per 4-ft x 8-ft Board e HA SBS BUR Ply; HA SBS BUR PIy¥' HA SBS Cap; ’
ENRGY 3 or BA SBS BUR Ply or BA SBS BUR Ply or BA SBS Cap
OPTIONAL
1k SBS Ply; . 1k SBS Cap;
OPTIONAL Simultaneously o et | casesBURPY; CAlé(BSSBSUPI;yI’DIy' CA SBS Cap; -60
C-AM-8 . fastened with Top SECUROCK PCA SBS BUR Ply; . PCA SBS Cap; ;
Insulation . 22 per 4-ft x 8-ft . PCA SBS BUR Ply; . (Lim. 7)
Insulation HA SBS BUR Ply; . HA SBS Cap;
Board or BA SBS BUR PI HASBSBURPlY: | BasBS Ca
Y | or BA SBS BUR Ply P
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other

product attributes that are not specifically addressed herein.



Beacon Sales Acquisitions, Inc. c/o Johns Manville
CREEK [APPROVED ASSEMBLIES] SBS Mod-Bit Roof Systems (HVHZ)
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Concrete Deck (New, Existing, or Recover)
System Base Base Insulation Top Top Insulation MDP
No. Insulation Attachment Insulation Attachment EERE Y Fliy SneEt cep Slnze (psf)
. Fasteners & Plates . OPTIONAL .
OPTIONAL Slmultanepusly Min 1.5-inch secured at a rate of 1k SBS PIY’ 1k SBS Ply; 1k SBS Cap,. -60
C-AM-9 . fastened with Top CA SBS Ply; or . CA SBS Cap; .
Insulation Insulation ENRGY 3 1 fastener per BA SBS BUR Base CA SBS Ply; or HA SBS Ca (Lim. 7)
1.78f or HA SBS Ply P
. OPTIONAL .
secured at a rate of 24 Min. 1/2-inch 2-Part UIA applied y,. CA SBS BUR Ply; p,. -67.5
C-AM-10 under . PCA SBS BUR Ply; . PCA SBS Cap; ;
. ) per SECUROCK 12-inch o.c. . PCA SBS BUR Ply; . (Lim. 7)
Min 1.5-inch A-ft x 8-ft Board HA SBS BUR Ply; HA SBS BUR Ply: HA SBS Cap;
ENRGY 3 or BA SBS BUR Ply or BA SBS BUR Ply or BA SBS Cap
. Fasteners & Plates . OPTIONAL .
OPTIONAL Slmultane_ously Min 1.5-inch secured at a rate of 1k SBS PIY‘ 1k SBS Ply; 1k SBS Cap,_ -67.5
C-AM-11 . fastened with Top CA SBS Ply; or . CA SBS Cap; )
Insulation Insulation ENRGY 3 22 per 4-ft x 8-t BA SBS BUR Base CA SBS Ply; or HA SBS Ca (Lim. 7)
Board or HA SBS Ply P
OPTIONAL
Insulation Simultaneously Min. 0.5-inch | Fasteners & Plates 1K SBS Ply: lokPSTé%lel", 1k SBS Cap; 675
C-AM-12 under fastened with Top DensDeck secured at a rate of CA SBS Ply; CA SBS P?"_ CA SBS Cap; (Lim. 7
Min. 1.5-inch Insulation Prime 1 fastener per 1.8ft° or HA SBS Ply Y, or HA SBS Cap ’
E3 or HA SBS Ply
OPTIONAL .
. Retro-Fit
Insulation ’ OPTIONAL .
under AP Fasteners & Plates Igitrrgggu;gr ASTM D 312 CA SBS BUR Ply; PCéA ASSBBSSCCa;,_ 75
C-AM-13 Min. 2-inch secured at a rate of or Min 2—in(;h Tvpe IV As ha’ut HA SBS BUR Base PCA SBS BUR Ply; HA SBS Ca p Lim. 7)
ENRGY 3, 22 per 4-ft x 8-ft Board | £ C o< HCS yp P HA SBS BUR Ply; of BASBS CF; :
FescoFoam or or BA SBS BUR Ply P
DuraFoam
DuraFoam
OPTIONAL
Insulation
Minugd:jnch 1k SBS Ply; S(PsTé%NQ)I,_ 1k SBS Cap;
' Eé Simultaneously Min. 0.5-inch Fasteners & Plates CA SBS BUR Ply; CA SBS BUR |’3| . CA SBS Cap; 75
C-AM-14 ' fastened with Top o at a rate of 18 per PCA SBS BUR Ply; y,. PCA SBS Cap; .
FescoFoam or : SECUROCK 4 PCA SBS BUR Ply; . (Lim. 7)
. Insulation 4-ft x 8-ft Board HA SBS BUR Ply; ! HA SBS Cap;
DuraFoam; or BA SBS BUR Pl HASBSBURPlY: |, BasBS Ca
FescoBoard; Y| or BA SBS BUR Ply P
Min. 3/4-inch
DuraBoard
OPTIONAL . .
Insulation Simultaneously Mér;n%gggﬁh Fasteners & Plates OPTIONAL 75
C-AM-15 under fastened with Top ) at a rate of 18 per CA SBS Ply CA SBS Cap .
. . . Prime or CA SBS Ply (Lim. 7)
Min. 1.5-inch Insulation 4-ft x 8-ft Board
E3 DEXcell FA

JMC23004.2b
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other

product attributes that are not specifically addressed herein.



CREEK

[APPROVED ASSEMBLIES]

Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Concrete Deck (New, Existing, or Recover)
System Base Base Insulation Top Top Insulation MDP
No. Insulation Attachment Insulation Attachment R Ry PI7SEE CE St (psf)
OPTIONAL
Insulation Simultaneously Min. 0.5-inch Fasteners & Plates 1k SBS Ply; ﬁpgé%NPAIL 1k SBS Cap; 75
C-AM-16 under fastened with Top DensDeck secured at a rate of CA SBS Ply; CA SBS P|y’- CA SBS Cap; Lim. 7)
Min. 1.5-inch Insulation Prime 1 fastener per 1.6ft? or HA SBS Ply Y, or HA SBS Cap ’
E3 or HA SBS Ply
OPTIONAL DensDeck 1k SBS Ply; OPTIONAL .
C-AM-17 Insulation DF secured at a rate of Prime, Z%SaftAL’J&SriLéﬁ(?r:s BA SBS Ply; 1k SBS Ply; é;sggss C(Z:zp,_ -75
under 20 per 4-ft x 8-ft Board DEXcell FA or spaced 6-inch o.c or CA SBS Ply BA SBS Ply; or CA SBS CF; (Lim. 7)
Min. 2-inch E3 SECUROCK P e or CA SBS Ply P
. Fasteners & Plates
C.AM1g | OPTIONAL (omulianecusly Min. 2-inch | secured at a rate of 1k SBS Ply R ey 1k SBS Cap 75
Insulation . P E3 20 per 4-ft x 8-t or CA SBS Ply y or CA SBS Cap (Lim. 7)
Insulation Board or CA SBS Ply
OPTIONAL OPTIONAL
) 1k SBS Ply; . 1k SBS Cap;
CAMLL '”3‘;’(‘;";';’” Fasteners & E:?;eosf Min. 0.5-inch | 2-Part UIA applied | CA SBS BUR Ply: c Alngngupéybl _ CA SBS Cap: 825
. : SECUROCK 12-inch o.c. HA SBS BUR Ply; Y HA SBS Cap; (Lim.7)
Min 1.5-inch 32 per 4-ft x 8-ft Board or BA SBS BUR Pl HA SBS BUR Ply; or BA SBS Ca
ENRGY 3 Y | or BA SBS BUR Ply p
OPTIONAL Simultancous| Fasteners & Plates 1K SBS Ply: ﬁPSTé%NFﬁL_ 1k SBS Cap;
C-AM-20 Insulation fastened with T())/ Min. 0.5-inch secured at a rate of CA SBS BUR Ply; CA SBS BURyiDI . CA SBS Cap; -82.5
under Insulation P SECUROCK 22 per 4-ft x 8-ft HA SBS BUR Ply; HA SBS BUR PI;’: HA SBS Cap; (Lim.7)
Min. 1-inch E3 Board or BA SBS BUR Ply or BA SBS BUR Ply or BA SBS Cap
OPTIONAL . Min. 0.5-inch Fasteners & Plates
. Simultaneously
Insulation . DensDeck secured at a rate of OPTIONAL -82.5
C-AM-21 under fasteIRSeSI;\t/il(t)r;]Top Prime or 22 per 4-ft x 8-t CA SBS Ply CA SBS Ply CA SBS Cap (Lim. 7)
Min. 1-inch E3 DEXcell FA Board
“suiaion Simultaneously Min. 0.5inch | secured ata g?ée; OPTIONAL -82.5
C-AM-22 _ under fastened w_lth Top DEXcell FA 32 per 4-ft x 8-ft CA SBS Ply CA SBS Ply CA SBS Cap Lim. 7)
Min. 1.5-inch Insulation
E3 Board
OPTIONAL OPTIONAL
. 1k SBS Ply; . 1k SBS Cap;
A3 '”3‘;’;’;‘;‘:’” Fasteners & ':;f‘ete; Min. 0.5-inch | 2-Part UIA applied | CA SBS BUR Ply: c Alé(BSsBES;uPFIeyiw _ CA SBS Cap: -90
b SECUROCK 12-inch o.c. HA SBS BUR Ply; Y, HA SBS Cap; (Lim.7)
Min. 2-inch 22 per 4-ft x 8-ft Board or BA SBS BUR Pl HA SBS BUR Ply; or BA SBS Ca
ENRGY 3 Y | or BA SBS BUR Ply P
OPTIONAL Fasteners & Plates or OPTIONAL
: 1k SBS Ply; . 1k SBS Cap;
Insulation UltraFast Fasteners | i, g 5inch | 2-part UIA applied | CA SBS BUR Ply; 1k SBS Ply, CA SBS Cap; -90
C-AM-24 under with UltraFast Plastic . ! CA SBS BUR Ply; ’ .
. . SECUROCK 12-inch o.c. HA SBS BUR Ply; ! HA SBS Cap; (Lim. 7)
Min 1.5-inch Plates at a rate of or BA SBS BUR Pl HA SBS BUR Ply; or BA SBS Ca
ENRGY 3 32 per 4-ft x 8-ft Board Y or BA SBS BUR Ply P
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other

product attributes that are not specifically addressed herein.



Beacon Sales Acquisitions, Inc. c/o Johns Manville
CREEK [APPROVED ASSEMBLIES] SBS Mod-Bit Roof Systems (HVHZ)
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Concrete Deck (New, Existing, or Recover)
System Base Base Insulation Top Top Insulation MDP
No. Insulation Attachment Insulation Attachment 2B P Py SiEe Calp e (psf)
. Fasteners & Plates
OPTIONAL Simultaneously L secured atarate of | 1k SBS Ply or OPTIONAL 1k SBS Cap -105
C-AM-25 . fastened with Top Min 2-inch E3 1k SBS Ply :
Insulation . 24 per 4-ft x 8-t CA SBS Ply or CA SBS Cap (Lim. 7)
Insulation Board or CA SBS Ply
OPTIONAL
. . . . Fasteners & Plates
Insulation Simultaneously Min. 0.5-inch
C-AM-26 under fastened with Top DensDeck secured at a rate of HA SBS Ply OPTIONAL HA SBS Cap -112.5
. ; h - 32 per 4-ft x 8-t HA SBS Ply (Lim. 7)
Min. 1.5-inch Insulation Prime
Board
E3
Mechanically Fastened Assemblies over Concrete Deck (New, Existing, or Recover)
System Base Top Insulation Base Sheet Base Sheet Attachment Ply Sheet Cap Sheet MDP
No. Insulation (psf)
AP Fasteners & Plates 9-inch OPTIONAL CA SBS Cap:
OPTIONAL Min 1-inch E3 Tri-Built Glass Base 0.c. at min. 4-inch side lap and CA SBS BUR Ply; PCA SBS Cap7' 60
C-M-1 . with OPTIONAL or Tri-Built TM SBS 18-inches o.c. in two (2) equally PCA SBS BUR Ply; p )
Insulation . . HA SBS Cap; (Lim. 9)
Cover Board Smooth spaced, staggered rows in the HA SBS BUR Ply; or BA SBS Ca
field of the roll or BA SBS BUR Ply P
OPTIONAL .
Min 1-inch E3 All Purpose Fasteners and High 1k SBS Ply; éissgssgzp
OPTIONAL . Tri-Built TM SBS Load Plates spaced 12-inch o.c. CA SBS BUR Ply; p,. -67.5
C-M-2 . with OPTIONAL . : . . PCA SBS Cap; .
Insulation Smooth within the min. 5-inch heat PCA SBS BUR Ply; . (Lim. 7)
Cover Board ) ! HA SBS Cap;
welded side lap HA SBS BUR Ply; or BA SBS Ca
or BA SBS BUR Ply p
Assemblies with All Layers Adhered over Cementitious Wood Fiber Deck (New or Existing)
System Vapor Base Insulation Base . MDP
No. Barrier (Note 6) Attachment Top Insulation | Top Attachment Base Ply Ply Sheet Cap Sheet (psf)
OPTIONAL
2-Part UIA
y HA SBS BURPly; | HA SBS BUR Ply BA SBS Cap -165
Cw-A-1 ; SECUROCK applied ) - or BASBSBURPly | orBASBSBUR | orHASBSCap | (Lim.9)
12-inch o.c. Ply
. . . . OPTIONAL
AL ) Min. 1.5-inch RSUA applied RSUA applied CA SBS Ply CA SBS Cap -172.5
CW-A-2 ENRGY 3 12-inch o.c. | ProtectoRHD 12-inch o.c. or 1k SBS Ply CA SBS Ply or 1k SBS Cap | (Lim. 9)
or 1k SBS Ply
HA SBS BUR Ply; OPTIONAL BA SBS Cap:
CW-A-3 ] Min. 1.5-inch RSUA applied | <cnock RSUA applied BASBS BURPly; | HASBSBURPly; [ '2-2 Capz -240
ENRGY 3 12-inch o.c. 12-inch o.c. or 1k SBS Ply BA SBS BUR Ply; or 1k SBS Cg, (Lim. 9)
or 1k SBS Ply P
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
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CREEK

[APPROVED ASSEMBLIES]

Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Cementitious Wood Fiber Deck (New, Existing or Recover)
System | Base Insulation Base or Anchor . MDP
No. or Anchor Sheet Attachment Top Insulation Top Attachment Base Ply Ply Sheet Cap Sheet (psf)
Min. 1.3-inch
Twin-Loc Nails with ENRGY 3,
S integral plate spaced FescoFoam, OPTIONAL .
Tri-Built Glass B : . CA SBS Cap;
CW-AM-1 | Base or Tri-Buit | ,21noh o.c. at the min. Durafoar, ASTMD312 | HasesBurRBase | SASBSBURPY: | passscap | (529
T™ SBS Smooth 3-inch side laps and two Fesco_Boar or Type IV Asphalt HA SBS BUR Ply; or BA SBS Cap (Lim. 7)
rows (2) staggered Retro-Fit Board or or BA SBS BUR Ply
12-inch o.c. in the field Min. 3/4-inch
DuraBoard
Mechanically Attached Assemblies over Cementitious Wood Fiber Deck (New or Existing)
Syl\slgem Insulation Base Ply Base Ply Attachment Ply Sheet Cap Sheet 'Efasz))
Min. 375 psi Celcore Min. 1.7-inch JM LWC CR Base Sheet
ME With H% Rheolo Fastener installed 6-inch o.c. in 4-inch CA SBS BUR Ply; CA SBS Cap; 60
CW-M-1 Admixture poured i%y Tri-Built Glass Base side laps, PCA SBS BUR Ply; PCA SBS Cap; Lim. 7)
p 6-inch o.c. in three (3) equally spaced, or HA SBS BUR Ply or HA SBS Cap '
place . ’
staggered rows in the field
Tri-Built Glass Base | Twin-Loc Nails with integral plate spaced OPTIONAL HA SBS Cap: 825
CW-M-2 - or Tri-Built TM SBS 9-inch o.c. at the 3-inch side lap and two HA SBS BUR Ply; or BA SBS C‘zja‘ (Lim. 7
Smooth rows (2) staggered 12-inch o.c. in the field or BA SBS BUR Ply p '
Assemblies with All Layers Adhered over Poured Gypsum Deck (New or Existing)
System |Base Insulation Base Insulation Cover Board MDP
No. Note 6 Attachment Cover Board Attachment Base Ply Ply Sheet Cap Sheet (psf)
1k SBS Ply; ﬁP;’éOSNPAl\)I/_ 1k SBS Cap;
Min. 1.5-inch OSEA or RSUA DensDeck Prime, JM UA, OSFA or CA SBS Plyz CA SBS Ply; CA SBS Capi 45
G-AL ENRGY 3 applied 12-inch o.c DEXcell FA RSUA HA SBS Ply; HA SBS Ply; HA SBS Cap; (Lim 9)
pp o or SECUROCK applied 12-inch o.c. BA SBS Ply; y., BA SBS Cap;
or PCA SBS Ply BA SBS Ply; or PCA SBS Cap
or PCA SBS Ply
OPTIONAL .
CAD Min. 1-inch RSUA ] ] 1k SBS Ply; or 1k SBS Ply; 1k SB° Cam -105
ENRGY 3 applied 12-inch o.c. BA SBS BUR Base | BA SBS BUR Ply; or HA SBS CF; (Lim. 9)
or HA SBS BUR Ply p
. . OPTIONAL
AL Min. 1-inch RSUA RSUA CA SBS Ply or CA SBS Cap or -105
G-A3 ENRGY 3 applied 12-inch o.c. ProtectoRHD |, jlied 12-inch o.c. 1k SBS Ply c?ksngSngor 1k SBS Cap (Lim. 9)
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
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CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)

[INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Assemblies with All Layers Adhered over Poured Gypsum Deck (New or Existing)
System [Base Insulation Base Insulation Cover Board MDP
No. (Note 6) Attachment Sy e Attachment e A P Elnee Calp st (psf)
OPTIONAL
. . 1k SBS Ply; 1k SBS Ply; 1k SBS Cap; B
G-A-4 '\I/:_“li]llRl(;?C?? anolie deZLfi';\ch oc DensDeck Prime | _ . dR152L-Ji/3ch o CA SBS Ply: CA SBS Ply: CA SBS Cap; (Li]r-r?sg)
pp o€ P ‘€ |or HA SBS BUR Ply | or HA SBSBUR Ply |  or HA SBS Cap :
1k SBS Ply; o 1k SBS Cap;
G-AS5 Min. 1-inch RSUA SECUROCK or RSUA BA SBS Ply; BA SBS Ply,' BA SBS Cap; -105
ENRGY 3 applied 12-inch o.c. DEXcell FA applied 12-inch o.c. CA SBS Ply; y,. CA SBS Cap (Lim. 9)
or HA SBS Ply CA SBS Ply; or HA SBS Cap
or HA SBS Ply
Assemblies with Adhered Membranes over Insulated Poured Gypsum Deck (New, Existing or Recover)
Base Insulation
SYEIE or Anchor S @ MBI Top Insulation Top Attachment Base Ply Ply Sheet Cap Sheet MDP
No. Sheet Attachment (psf)
Twin-Loc Nails with Min 1.4-inch E3, OPTIONAL .
. Lol K V- 1k SBS Cap;
Tri-Built Glass |r_1tegra o] atehspac_edh FescoFoam, 1k SBS Ply; o CA SBS Cap;
G-AM-1 | Base or Tri-Built | 8-inch o.c. at the 3-inc DuraFoam, Fesco ASTM D 312, HA SBS BUR Base | CA SBS BURP y; PCA SBS Cap: NS
side lap and two rows | Board or Retro-Fitor| Type IV Asphalt PCA SBS BUR Ply; . (Lim. 7)
TM SBS Smooth . . - 4 HA SBS Cap;
(2) staggered 12-inch Min 3/4-inch HA SBS BUR Ply; or BA SBS Ca
0.c. in the field DuraBoard or BA SBS BUR Ply P
Mechanically Attached Assemblies over Poured Gypsum Deck (New or Existing)
Syl\sléem Insulation Base Ply Base Ply Attachment Ply Sheet Cap Sheet sz)ZfF))
S Min. 1.8-inch Twin-Loc Nails with
Tri-Built Glass Base or | ;00001 biate spaced 9-inch o.c. at the OPTIONAL HA SBS Cap -75
G-M-1 - Tri-Built TM SBS e HA SBS BUR Ply; .
3-inch side lap and two rows (2) or BA SBS Cap (Lim. 7)
Smooth ! - ) or BA SBS BUR Ply
staggered 12-inch o.c. in the field
Lightweight Concrete Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Insulation/ .
L Vapor Barrier LwiC Cover Board Insulation/Cover Board Base Ply Ply Sheet Cap Sheet o1
No. Attachment (psf)
(Note 6)
Min. 340 psi Celcore
; . OPTIONAL i
MF with HS Rheology |\ 4 5.inch RSUA ribbons CA SBS Ply; CA SBS Ply; CASBS Cap; | 475
LC-A-1 - Admixture over deck ENRGY 3 spaced 12-inch o.c 1k SBS Ply; HA SBS PIv- HA SBS Cap; (Lim. 9)
treated with P " or BA SBS BUR Base K yl or 1k SBS Cap ’
Celcore S-1 or 1k SBS Ply
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
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CREEK

[APPROVED ASSEMBLIES]

Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Insulation/ .
S Vapor Barrier LwiC Cover Board AR COVED BT Base Ply Ply Sheet Cap Sheet BT
No. Attachment (psf)
(Note 6)
Base Layer:
Min. _340 psi Celcore Min. 1.5-inch Base and Top layer CA SBS Ply: OPTIONAL. CA SBS Cap;
MF with HS Rheology ENRGY 3 or . . CA SBS Ply; !
) secured with RSUA HA SBS BUR Ply; . BA SBS Cap; -77.5
LC-A-2 - Admixture over deck ENRGY 3 CGF . f ! HA SBS BUR Ply; ! .
- ribbons spaced 12-inch BA SBS BUR Ply; ! HA SBS Cap; (Lim. 9)
treated with o.c or 1k SBS Pl BA SBS BUR Ply; or 1k SBS Ca
Celcore S-1 Top Layer: e Y or 1k SBS Ply P
SECUROCK
Min. 300 psi LWIC OPTIONAL .
LCA3 ] (MCRF 2131 Ibfwith |  Min. 1.5-inch 2-Part UIA ribbons CpSSS P CA SBS Ply; CASSS P | 80
1.7-inch LWC CR Base ENRGY 3 spaced 12-inch o.c. or BA SBS BUI%/'Base HA SBS Ply; or 1k SBS Cg, (Lim. 9)
Sheet Fastener) or 1k SBS Ply P
Base Layer:
Min. 300 psi LWIC '\EAII\TRcls\S(?Z? CA SBS Ply; LN CA SBS Cap;
LC-A-4 ) (MCRF 2131 Ibf with ENRGY 3 AGF 2-Part UIA ribbons HA SBS BUR Ply; HA SBS BURyI'L’I . BA SBS Cap; -80
1.7-inch LWC CR Base spaced 12-inch o.c. BA SBS BUR Ply; yj HA SBS Cap; (Lim. 9)
Sheet Fastener) or 1k SBS Ply BA SBS BUR Ply; or 1k SBS Cap
Top Layer: or 1k SBS Ply
SECUROCK
Base Layer:
Min. 1.5-inch
Min. 350 psi Celcore ENRGY'3 Base and Top Layers CA SBS Ply; COAPQSSNSIL CA SBS Cap; 90
LC-A-5 - MF with HS Rheology Top Laver: applied in OSFA HA SBS Ply; HA SBS Plzj HA SBS Cap; (Lim 9)
Admixture Den_uLsDeck Prime, 12-inch o.c. or BA SBS Ply or BA SBS Ply or BA SBS Cap
DEXcell FA, or
SECUROCK
. OPTIONAL .
Min. 310 psi Elastizell |  Min. 1.5-inch 2-Part UIA ribbons CA SBS Ply; CA SBS Ply: CA SBS Cap; 4130
LC-A-6 - : . . 1k SBS Ply; , 1k SBS Cap; )
with Zell-Crete Fibers ENRGY 3 spaced 12-inch o.c 1k SBS Ply; (Lim. 9)
or BA SBS BUR Base or HA SBS Cap
or HA SBS Ply
Base Layer:
MO oineh CA SBS Ply; Srione CA SBS Cap;
LC-A-7 ) Min. 310 psi Elastizell ENRGY 3 AGF 2-Part UIA ribbons 1k SBS Ply; 1k SBS Ply" 1k SBS Cap; -130
with Zell-Crete Fibers spaced 12-inch o.c. HA SBS BUR Ply; Y . BA SBS Cap; (Lim. 9)
or BA SBS BUR Ply | HASBSBURPI: |41 SBS Ca
Top Layer: Y| or BA SBS BUR Ply P
SECUROCK
OPTIONAL
. 1k SBS Ply; . 1k SBS Cap; )
LC-A-8 - Min. 260 psi LWIC SECUROCK 2-Part UIA ribhons HA SBS BUR Ply: kSBSPly; | BaSBS Cap: 210
spaced 12-inch o.c or BA SBS BUR PI HA SBS BUR Ply; or HA SBS Ca (Lim. 9)
Y |or BA SBS BUR Ply P
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Beacon Sales Acquisitions, Inc. c/o Johns Manville
CREEK [APPROVED ASSEMBLIES] SBS Mod-Bit Roof Systems (HVHZ)
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Insulation/ q
Sl Vapor Barrier LWIC Cover Board L Base Ply Ply Sheet Cap Sheet bilbl
No. Attachment (psf)
(Note 6)
Base Layer:
Min. 350 psi Celcore Mllanéé\;ngh Base and Top Layers 1k SBS Pl OPTIONAL 1k SBS Cap: 240
LC-A-9 - MF with HS Rheology applied in RSUA or HA SBS BU){? ol 1k SBS Ply; of A SBS é’é (Lim9)
Admixture . 12-inch o.c. y or HA SBS BUR Ply p
Top Layer:
DensDeck Prime
Base Layer:
Min. 350 psi Celcore MénNég;;n;h Base and Top Layers 1k SBS Ply; ﬁpgé%NFﬁ‘L 1k SBS Cap; 240
LC-A-10 - MF with HS Rheology applied in RSUA HA SBS BUR Ply; Y . BA SBS Cap; .
Admixture 12-inch o.c or BA SBS BUR Ply | HASBSBURPIY: | 4 iasgs'cap | KM 9)
Top Layer: o or BA SBS BUR Ply
SECUROCK
Lightweight Concrete Assemblies with Adhered Membranes over Concrete Deck (New or Existing)
System Vapor LWIC Base Sheet Insulation/Cover Board Ply Sheet Cap Sheet MDP
No. Barrier (psf)
Tri-Built TM SBS Smooth
secured with min. 1.7-inch
Min. 350 psi Fal_s\:\é(riecr:sngsszreegr;?ierfch Min. 0.5-inch DensDeck
LC-AM-1 ) Celcore MF with o.c. at the 3-inch side laps Prime or SECUROCK 1k SBS Ply 1k SBS Cap -45
HS Rheology e and P 2-Part UIA applied or CA SBS Ply or CA SBS Cap (Lim. 7)
Admixture 7-inch o.c. in two (2) equally 12-inch o.c.
spaced staggered rows in
the field
Tri-Built TM SBS Smooth
SECL‘\JAr/eCd (‘é"ghB';‘S"; é@?h Min. 0.5-inch E3 or E3 C1
Min. 350 psi Fasteners secured 7-inch adhered 12-inch o.c. in
LC-AM-2 ) Celcore MF with o.c. at the 3-inch side laps 2-Part UIA followed by 1k SBS Ply 1k SBS Cap -45
HS Rheology e and P DensDeck Prime adhered or CA SBS BUR Ply or CA SBS Cap (Lim. 7)
Admixture . . 12-inch o.c. in 2-Part UIA,
7-inch o.c. in two (2) eque_llly JM UA, OSFA or RSUA
spaced staggered rows in
the field

JMC23004.2b
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Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)

CREEK

[APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with Adhered Membranes over Concrete Deck (New or Existing)
System Vapor . MDP
No. Barrier LwiC Base Sheet Insulation/Cover Board Ply Sheet Cap Sheet (psf)
Tri-Built TM SBS Smooth
secured with min. 1.7-inch Min. 0.5-inch E3 or E3 C1
Min. 350 psi LWC CR Base Sheet adhered 12-inch o.c. in
Celcolre Mprith Fasteners secured 7-inch 2-Part UIA followed by 45
LC-AM-3 - HS Rheolo o.c. at the 3-inch side laps DensDeck Prime or PCA SBS Ply PCA SBS Cap (Lim. 7)
ity and SECUROCK adhered '
7-inch o.c. in two (2) equally 12-inch o.c. in 2-Part UIA,
spaced staggered rows in JM UA, OSFA or RSUA
the field
Tri-Built TM SBS Smooth
secured with min. 1.7-inch Min. 0.5-inch E3 or E3 C1
. . LWC CR Base Sheet . .
Min. 350 psi Fasteners secured 7-inch adhered 12-inch o.c. in CA SBS Ply;
LC-AM-4 ) Celcore MF with o.c. at the 3-inch side laps 2-Part UIA followed by PCA SBS P)I/" CA SBS Cap; -45
HS Rheology o nd P DEXcell FA adhered or BA SBS P}" PCA SBS Cap; (Lim.7)
Admixture . . 12-inch o.c. in IM UA or y or BA SBS Cap
7-inch o.c. in two (2) equally
- OSFA
spaced staggered rows in
the field
Tri-Built TM SBS Smooth
secured Wil min 27N 1 Min. 0.5-inch E3 or E3 C1
Min. 350 psi Fasteners secured 7-inch adhered 12-inch o.c. in 1k SBS Ply; 1k SBS Cap;
LC-AM-5 ) Celcore MF with o.c. at the 3-inch side laps 2-Part UIA followed by CA SBS Ply; CA SBS Cap; -45
HS Rheology " and P SeparatoR CGF adhered PCA SBS Ply; PCA SBS Cap; (Lim. 7)
Admixture . . 12-inch o.c. in 2-Part UIA, or BA SBS Ply or BA SBS Cap
7-inch o.c. in two (2) equally IJM UA. OSFA or RSUA
spaced staggered rows in '
the field
Tri-Built TM SBS Smooth
secured with min. 1.7-inch Min. 0.5-inch E3 or E3 C1
. . LWC CR Base Sheet . .
Min. 350 psi inch adhered 12-inch o.c. in K - K .
Celcore MF with Fasteners secured 7-inc 2-Part UIA followed by 1k SBS Ply, 1k SBS Cap; -45
LC-AM-6 - o.c. at the 3-inch side laps . CA SBS BUR Ply; CA SBS Cap; .
HS Rheology Invinsa Roof Board adhered (Lim. 7)
. and . - or PCA SBS Ply or PCA SBS Cap
Admixture 7-inch o.c. in two (2) equally 12-inch o.c. in 2-Part UIA,
spaced staggered rows in JM UA, OSFA or RSUA
the field
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Beacon Sales Acquisitions, Inc. c/o Johns Manville
CREEK [APPROVED ASSEMBLIES] SBS Mod-Bit Roof Systems (HVHZ)
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with Adhered Membranes over Concrete Deck (New or Existing)
System Vapor . MDP
No. Barrier LwiC Base Sheet Insulation/Cover Board Ply Sheet Cap Sheet (psf)
Tri-Built TM SBS Smooth
secured with min. 1.7-inch
Min. 350 psi Fal_s\:\éﬁecr:sngf:iSSeig?ﬁch DensDeck Prime or
Celcore MF with ; ; SECUROCK adhered in -45
LC-AM-7 - HS Rheology o.c. at the 3;1ndch side laps 2-Part UIA applied HA SBS Ply HA SBS Cap (Lim. 7)
Admixture 7-inch o.c. in wo (2) equally 12-inch o.c.
spaced staggered rows in
the field
Mechanically Fastened Lightweight Concrete Assemblies over Concrete Deck (New or Existing)
System Vapor Base Sheet or Base Sheet or Insulation MDP
No. Barrier sille Insulation Attachment Py ShEe CEp e (psf)
Min. 1.7-inch JM LWC CR Base Sheet
Min. 310 psi Tri-Built Glass Fastener installed 7-inch o.c. in min. CA SBS BUR Ply; CA SBS Cap; 45
LC-M-1 - Elastizell with Base 3-inch side laps, 7-inch o.c. in PCA SBS BUR Ply; PCA SBS Cap; (Lim.7)
Zell-Crete Fibers two (2) equally spaced, staggered or HA SBS BUR Ply or HA SBS Cap ’
rows in the field
Min. 1.7-inch LWC Base Sheet
Min. 200 psi Tri-Built Glass Fastener installed 7-inch o.c. in 3-inch OPTIONAL -60
LC-M-2 ) Mearlcrete Base side laps, 7-inch o.c. in two (2) equally HA SBS BUR Ply HA SBS Cap (Lim. 7)
spaced, staggered rows in the field
Min. 1.7-inch JM LWC Base Sheet
. . Lo Fastener installed 6-inch o.c. in 4-inch CA SBS BUR Ply; CA SBS Cap; )
LC-M-3 - “ég}égrseol\ﬁ? Trl—BéJ!ts(e;Iass side laps, 6-inch o.c. in three (3) PCA SBS BUR Ply; PCA SBS Cap; (Lir?\o 7
equally spaced, staggered rows in the or HA SBS BUR Ply or HA SBS Cap '
field
Ny,\’)l'cﬂg E’Sl'(')'g’l\gfc Min. 1.7-inch JM LWC CR Base Sheet
LC-M-4 ) with IM I:WC CR Tri-Built Glass Fastener installed 7-inch o.c. in 4-inch CA SBS BUR Ply CA SBS Cap -60
Base Sheet Base side laps, 7-inch o.c. in two (2) equally or PCA SBS BUR Ply or PCA SBS Cap (Lim. 7)
Fasteners) spaced, staggered rows in the field
. . M Min. 1.7-inch JM LWC CR Base
Min 340 psi Sheet Fastener installed 7-inch o.c. in
v ) Celcore MF over Tri-Built Glass B - g . Ny CA SBS BUR Ply CA SBS Cap -60
LC-M-5 deck treated with Base 4-inch side laps, 7-inch o.c. in tV\.’O &) or PCA SBS BUR Ply or PCA SBS Cap (Lim. 7)
equally spaced, staggered rows in the
Celcore S-1 field
Min. 310 psi LWIC Min. 1.7-inch JM LWC CR Base Sheet
(MCRF = 106Ibf Tri-Built Glass Fastener installed 7-inch o.c. in min. 675
LC-M-6 - with JIM LWC CR 3-inch side laps, 7-inch o.c. in HA SBS BUR Ply HA SBS Cap el
Base (Lim. 7)
Base Sheet two (2) equally spaced, staggered
Fasteners) rows in the field
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Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)

CREEK

[APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Mechanically Fastened Lightweight Concrete Assemblies over Concrete Deck (New or Existing)
System Vapor Base Sheet or Base Sheet or Insulation MDP
No. Barrier ille Insulation Attachment Py SiEe CED e (psf)
. . Min. 1.7-inch JM LWC CR Base Sheet
Min 340 psi : ; D
Celcore MF over Tri-Built Glass Fastener installed 7-inch o.c. in min. -67.5
LC-M-7 - . 3-inch side laps, 7-inch o.c. in HA SBS BUR Ply HA SBS Cap e
deck treated with Base (Lim. 7)
two (2) equally spaced, staggered
Celcore S-1 . )
rows in the field
Min. 1.7-inch JM LWC CR Base Sheet
. . S Fastener installed 6-inch o.c. in 4-inch
LC-M-8 - Min. 360 psi Tri-Built Glass side laps, 6-inch o.c. in HA SBS BUR Ply HA SBS Cap -120
Concrecel Base (Lim. 7)
three (3) equally spaced, staggered
rows in the field
Lightweight Concrete Assemblies with Adhered Membranes over Steel Deck (New or Existing)
System | Deck . MDP
No. Detail LwiC Base Sheet Insulation/Cover Board Ply Sheet Cap Sheet (psf)
Tri-Built TM SBS Smooth,
secured with min. 1.7-inch Min. 0.5-inch E3 or E3 C1
. . LWC CR Base Sheet adhered 12-inch o.c. in
LS-AM-1 GL363 va.viﬁngSIRizloclgre MF Fasteners secured 7-inch o.c. 2-Part UIA followed by 1k SBS Ply or 1k SBS Cap or -45
P 52’4 Admixture 9y at the 3-inch side laps and 7- DensDeck Prime adhered CA SBS BUR Ply CA SBS Cap (Lim. 7)
' inch o.c. in two (2) equally 12-inch o.c. in 2-Part UIA,
spaced staggered rows in the JM UA, OSFA or RSUA
field
Tri-Built TM SBS Smooth, Min. 0.5-inch E3 or E3 C1
secured with min. 1.7-inch . .
LWC CR Base Sheet adhered 12-inch o.c. in
L6, Min. 350 psi Celcore MF Fasteners secured 7-inch o.c 2-Part UIA followed by 1k SBS Ply; 1k SBS Cap; 45
LS-AM-2 G33, with HS Rheology at the 3-inch side laps and 7 DensDeck Prime or CA SBS Ply; CA SBS Cap; (Lim. 7)
P,S24 Admixture : - p SECUROCK adhered or PCA SBS Ply or PCA SBS Cap '
inch o.c. in two (2) equally . -
spaced staggered rows in the 12-inch o.c. in 2-Part UIA,
P R JM UA, OSFA or RSUA
Tri-Built TM SBS Smooth,
secured with min. 1.7-inch Min. 0.5-inch E3 or E3 C1
L6 Min. 350 psi Celcore MF LWC CR Base Sheet adhered 12-inch o.c. in 1k SBS Ply; 1k SBS Cap;
LS-AM-3 633’ With Hg Rheolo Fasteners secured 7-inch o.c. 2-Part UIA followed by CA SBS Ply; CA SBS Cap; -45
P 52’4 Admixture oy at the 3-inch side laps and 7- DEXcell FA adhered PCA SBS Ply PCA SBS Cap (Lim. 7)
' inch o.c. in two (2) equally 12-inch o.c. in JIM UA or or BA SBS Ply or BA SBS Cap
spaced staggered rows in the OSFA
field
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CREEK

[APPROVED ASSEMBLIES]

Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with Adhered Membranes over Steel Deck (New or Existing)
Sys(lfm DD:t(;I?I LwiC Base Sheet Insulation/Cover Board Ply Sheet Cap Sheet 'Egzg
Tri-Built TM SBS Smooth,
secured with min. 1.7-inch Min. 0.5-inch E3 or E3 C1
L6 Min. 350 psi Celcore MF LWC CR Base Sheet adhered 12-inch o.c. in 2- 1k SBS Ply; 1k SBS Cap;
LS-AM-4 GSé With HS Rheology Fastener_s sect_Jred 7-inch o.c. Part UIA followed by CA SBS Ply; CA SBS Cap; -45
P 52’4 Admixture at_ the 3-|n(_:h side laps and 7- SeparatoR (_:GF adhered PCA SBS Ply; PCA SBS Cap; (Lim. 7)
' inch o.c. in two (2) equally 12-inch o.c. in 2-Part UIA, or BA SBS Ply or BA SBS Cap
spaced staggered rows in the JM UA, OSFA or RSUA
field
Tri-Built TM SBS Smooth,
secured with min. 1.7-inch Min. 0.5-inch E3 or E3 C1
. . LWC CR Base Sheet adhered 12-inch o.c. in
LS-AM-5 GL363 M'nwsﬁ?_'gskizgg;ey'\m: Fastener; seCL_Jred 7-inch o.c. 2-Part UIA followed by CA SBS BUR Ply CA SBS Cap _—45
p 52’4 Admixture at the 3-|nc_h side laps and 7- Invinsa Roof I_30ard adhered or PCA SBS Ply or PCA SBS Cap (Lim. 7)
' inch o.c. in two (2) equally 12-inch o.c. in 2-Part UIA,
spaced staggered rows in the JM UA, OSFA or RSUA
field
Tri-Built TM SBS Smooth,
secured with min. 1.7-inch
. . LWC CR Base Sheet DensDeck Prime or
LS-AM-6 GL§3 Mlnwsﬁags:qigloﬁ%rgeyMF Fasteners secured 7-inch o.c. SECUROCK adhered in HA SBS Ply HA SBS Cap -45
P.S24 Admixture at the 3-|nc_h side laps and 7- 2-Part UIA applied (Lim. 7)
inch o.c. in two (2) equally 12-inch o.c.
spaced staggered rows in the
field
Mechanically Fastened Lightweight Concrete Assemblies over Steel Deck (New or Existing)
SyNstem Dech LwiC BB Sht_eet or Base Sheet or Insulation Attachment Ply Sheet Cap Sheet MDP
0. Detail Insulation (psf)
Min. 1.7-inch JM LWC CR Base Sheet
L6, Min. 310 psi Tri-Built Glass Fastener installed 7-inch o.c. in min. CA SBS BUR Ply; CA SBS Cap; 45
LS-M-1 G33, Elastizell with Base 3-inch side laps, 7-inch o.c. in two (2) PCA SBS BUR Ply; PCA SBS Cap; (Lim.7)
P,S18 Zell-Crete Fibers equally spaced, staggered rows in the or HA SBS BUR Ply or HA SBS Cap '
field
L5, Min. 1.7-inch JM LWC CR Base Sheet . .
LS-M-2 (?:?13 Min. 380 psi Celcore MF Tri-BltBJiIt Glass Fastener in§talled 6-.inch 0.c. in 4-inch PC&SSBBSSBBUURRPPI)II{/; PCCAASSBBSSCC‘:?;;; _—60
, ase side laps, 6-inch o.c. in three (3) equally (Lim. 7)
. h or HA SBS BUR Ply or HA SBS Cap
S20 spaced, staggered rows in the field
L5, Min. 310 psi LWIC Min. 1.7-inch JM LWC CR Base Sheet
LS-M-3 G33, (MCRF = 106Ibf with JM Tri-Built Glass Fastener installed 7-inch o.c. in 4-inch CA SBS BUR Ply CA SBS Cap -60
F1, LWC CR Base Sheet Base side laps, 7-inch o.c. in two (2) equally or PCA SBS BUR Ply or PCA SBS Cap (Lim. 7)
S20 Fasteners) spaced, staggered rows in the field
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CREEK

[APPROVED ASSEMBLIES]

Beacon Sales Acquisitions, Inc. c/o Johns Manville

SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Mechanically Fastened Lightweight Concrete Assemblies over Steel Deck (New or Existing)
System | Deck Base Sheet or . MDP
No. Detail LWIC Insulation Base Sheet or Insulation Attachment Ply Sheet Cap Sheet (psf)
. . M Min. 1.7-inch JM LWC CR Base Sheet
LS-M-4 Cla_??s '\{)“\?efécli%glfltr%gt(;?jr\e;v:\tﬂh': Tri-Built Glass Fastener installed 7-inch o.c. in 4-inch CA SBS BUR Ply CA SBS Cap -60
' Base side laps, 7-inch o.c. in two (2) equally or PCA SBS BUR Ply or PCA SBS Cap (Lim. 7)
P, S18 Celcore S-1 - :
spaced, staggered rows in the field
| g e T, I 0 M 31C O s Shed
G33, (MCRF = 106lbf with JIM Tri-Built Glass - f . - : -67.5
LS-M-5 F1. LWC CR Base Sheet Base inch side laps, 7-inch o.c. in two 2 HA SBS BUR Ply HA SBS Cap wLim. 7)
equally spaced, staggered rows in the
S20 Fasteners) field
Min. 1.7-inch JM LWC CR Base Sheet
L6, Min 340 psi Celcore MF Tri-Built Glass Fastener installed 7-inch o.c. in min. 3- 675
LS-M-6 G33, over deck treated with Base inch side laps, 7-inch o.c. in two (2) HA SBS BUR Ply HA SBS Cap (Lim. 7
P, S18 Celcore S-1 equally spaced, staggered rows in the ’
field
. . Min. 1.7-inch JM LWC CR Base Sheet
L5 Min. 400 psi S ) ) o7
’ . ; Tri-Built Glass Fastener installed 7-inch o.c. in 4-inch -75
LS-M-7 G383, Elastizell Wlth Base side laps, 7-inch 0.c. in two (2) equally HA SBS BUR Ply HA SBS Cap (Lim. 7)
P, S12 Zell-Crete Fibers - .
spaced, staggered rows in the field
Adhered Recover Assemblies
System . Existing Roof Base Insulation . MDP
No. Deck Detail Cover Note 6 Top Insulation Base Ply Ply Sheet Cap Sheet (psf)
Min. 1-inch ENRGY 3 |  DensDeck Prime,
; DEXcell FA or
secured with IM UA, SECUROCK secured
Granular Mod Bit OSFA, - OPTIONAL -150
R-A-1 Concrete Deck or BUR 2-Part UIA or RSUA ;Vllgg;]t'\ﬂjl,tiAor?‘\’SsFL'JAA CA SBS Ply CA SBS Ply CA SBS Cap (Lim. 9)
ribbons spaced ribbons spaced
12-inch o.c. .
12-inch o.c.
Min. 1inch ENRGY 3 |  DensDeck Prime,
. or SECUROCK
secured with IM UA, secured with IM UA
Granular Mod Bit OSFA, ’ OPTIONAL -150
R-A-2 Concrete Deck or BUR 2-Part UIA or RSUA OSFA, 1k SBS Ply 1k SBS Ply 1k SBS Cap (Lim. 9)
. 2-Part UIA or RSUA
ribbons spaced ibb d
12-inch o.c rionons space
o 12-inch o.c.
Min. 1-inch ENRGY 3 DEXcell FA
secured with IM UA, secured with IM UA,
Granular Mod Bit OSFA, OSFA, OPTIONAL -150
R-A-3 | Concrete Deck or BUR 2-Part UIA or RSUA | 2-Part UIA or RSUA BA SBS Ply BA SBS Ply BASBSCap | ((im.9)
ribbons spaced ribbons spaced
12-inch o.c. 12-inch o.c.
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CREEK

[APPROVED ASSEMBLIES]

Beacon Sales Acquisitions, Inc. c/o Johns Manville

SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Adhered Recover Assemblies
System . Existing Roof Base Insulation - MDP
No. Deck Detail Cover (Note 6) Top Insulation Base Ply Ply Sheet Cap Sheet (psf)
Min. 1-inch ENRGY 3 DEXcell FA
secured with JM UA, secured with JM UA,
Granular Mod Bit OSFA, OSFA, OPTIONAL -150
R-A-4 | Concrete Deck or BUR 2-Part UIA or RSUA | 2-Part UIA or RSUA HA SBS Ply HA SBS Ply HASBSCap | (i 9
ribbons spaced ribbons spaced
12-inch o.c. 12-inch o.c.
Min. 1.5-inch ENRGY 3| DensDeck Prime or
. secured with OSFA, DEXcell FA secured
RAS | Concrete Deck | CrandlarModBit | 5 parUiAor RSUA | with OSFA, 2-Part UIA 1k SBS Ply OPTIONAL 1k SBS Cap 195
or BUR . . 1k SBS Ply (Lim. 9)
ribbons spaced or RSUA ribbons
12-inch o.c. spaced 12-inch o.c.
Assemblies with Adhered Membranes over Insulated Steel Deck (New, Existing, or Recover)
System | Deck Base Base Insulation Top Top Insulation MDP
No. Detail Insulation Attachment Insulation Attachment EEE R Flly e e Ehiee! (psf)
OPTIONAL
Insulation under FescoFoam .or
Min 1.5-inch UF Fasteners & I,\Dﬂlljr:a';(:ﬁg;] CAOSEQOBLNJ'I:LPI . CA SBS Cap;
L5, ENRGY 3, Plates secured ) . ASTM D 312, y,. PCA SBS Cap; -52.5
S-AM-1 Fesco Board; HA SBS BUR Base PCA SBS BUR Ply; . h
G80, P | FescoFoam or | at a rate of 16 per - Type IV Asphalt 4 HA SBS Cap; (Lim. 7)
DuraFoam; or 4-ft x 8-ft Board Retro-Fit, HA SBS BUR Ply; or BA SBS Cap
. S RetroPlus or or BA SBS BUR Ply
Min. 1-inch
DuraBoard
Fesco Board or
DuraBoard
OPTIONAL FescoFoam or
Insulation under DuraFoam: UF Fasteners & Plates or OPTIONAL CA SBS Cap:
L5 Min. 1.5-inch Simultaneously Fesco Boara' UltraFast Fasteners with CA SBS BUR Ply; PCA SBS C:f" 525
S-AM-2 ' E3; fastened with Top - | UltraFast Plastic Plates | HA SBS BUR Base PCA SBS BUR Ply; p S
G80, P . . Retro-Fit, ! HA SBS Cap; (Lim.7)
FescoBoard; Insulation RetroPlus or at a rate of 16 per HA SBS BUR Ply; or BA SBS Ca
Min. 3/4-inch 4-ft x 8-ft Board or BA SBS BUR Ply P
DuraBoard
DuraBoard
OPTIONAL .
L6, . Simultaneously Fasteners & Plates )
S-AM-3 G33, In;ulatlon under fastened with Top ProtectoR secured at a rate of 1k SBS Ply OPTIONAL 1k SBS Cap .52'5
Min. 1.5-inch E3 . 1k SBS Ply (Lim. 7)
F1, S24 Insulation 18 per 4-ft x 8-ft Board
or E3C1
L6, OPTIONAL Simultaneously DensDeck Fasteners & Plates 1k SBS Ply; ﬁPSTéOSNPAIL 1k SBS Cap; 525
S-AM-4 G33, |[Insulation under| fastened with Top Prime secured at a rate of CA SBS Ply; CA SBS P?l’ CA SBS Cap; (Lim- 7
F1, S12 |Min. 1.5-inch E3 Insulation 1 fastener per 1.8ft? or HA SBS Ply or HA SBS Igly or HA SBS Cap '
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Beacon Sales Acquisitions, Inc. c/o Johns Manville
CREEK [APPROVED ASSEMBLIES] SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Steel Deck (New, Existing, or Recover)
System | Deck Base Base Insulation Top Top Insulation MDP
No. Detail Insulation Attachment Insulation Attachment EERE Y Fliy SneEt cep Slnze (psf)
1k SBS Ply; orTionAL 1k SBS Cap;
L6, OPTIONAL Simultaneously Fasteners & Plates CA SBS BUR Ply; CA SBS BURyiDI . CA SBS Cap; 60
S-AM-5 | G33, P, | Insulation under| fastened with Top | SECUROCK secured at a rate of PCA SBS BUR Ply; PCA SBS BUR P)I’,_ PCA SBS Cap; (Lim. 7)
S20 |Min. 1.5-inch E3 Insulation 18 per 4-ft x 8-ft Board HA SBS BUR Ply; y HA SBS Cap; '
or BA SBS BUR Ply HA SBS BUR Ply; or BA SBS Cap
or BA SBS BUR Ply
OPTIONAL
Insulation under | Fasteners & Plates FescoFoam, OPTIONAL . CA SBS Cap;
L6 | 'Min 1.5-inch | secured at a rate of | Duraroam ASTM D 312 CASBSBURPY: | pcasBs cap; | -60
S-AM-6 G33, ) Retro-Fit, ! HA SBS BUR Base PCA SBS BUR Ply; ! .
ENRGY 3, 18 per Type IV Asphalt 4 HA SBS Cap; (Lim. 7)
F1,S24 FescoFoam or 4-ft x 8-ft Board RetroPlus or HA SBS BUR Ply; or BA SBS Cap
DuraFoam DuraBoard or BA SBS BUR Ply
. OPTIONAL .
OPTIONAL Fasteners & Plates 1k SBS Ply; . 1k SBS Ply; 1k SBS Cap,.
L6, . . . . CA SBS BUR Ply; . CA SBS Cap;
Insulation under | secured at a rate of | Min. 0.5-inch 2-Part UIA applied . CA SBS BUR Ply; . -60
S-AM-7 G33, ) . . PCA SBS BUR Ply; . PCA SBS Cap; .
Min 1.5-inch 18 per SECUROCK 12-inch o.c. ! PCA SBS BUR Ply; : (Lim. 7)
F1.S30| “Enrcy 3 4-ft x 8-ft Board HA SBS BUR Ply; HA SBS BUR Ply: | HA SBS Cap;
or BA SBS BUR Ply; or BA SBS BUR Ply or BA SBS Cap
1K SBS Ply; ﬁPSTé%NPAIL, 1k SBS Cap;
L6, OPTIONAL Simultaneously Fasteners & Plates CA SBS BUR Ply; CA SBS BURyiDI . CA SBS Cap; -60
S-AM-8 | G33, P, Insulation fastened with Top | SECUROCK secured at a rate of PCA SBS BUR Ply; PCA SBS BUR P)I,,' PCA SBS Cap; wLim. 7)
S24 Insulation 22 per 4-ft x 8-ft Board HA SBS BUR Ply; y HA SBS Cap; ’
or BASBS BURPly; | HASBSBURPl: |, '5a'sBs ca
Y: | or BA SBS BUR Ply P
OPTIONAL
. 1k SBS Ply; . 1k SBS Cap;
L6, OPTIONAL Slmultane_ously Min 1.5-inch Fasteners & Plates CA SBS Py, 1k SBS PIy,. CA SBS Cap: -60
S-AM-9 | G33, P, . fastened with Top secured at a rate of CA SBS Ply; . )
S04 Insulation Insulation ENRGY 3 1 fastener per 1.78ft2 PCA SBS Ply, PCA SBS Plv: PCA SBS Cap; | (Lim.7)
per L. or BA SBS BUR Base Y or HA SBS Cap
or HA SBS Ply
. OPTIONAL .
OPTIONAL | Fasteners & Plates 1kSBS Ply, 1K SBS Ply: 1k SBS Cap;
L6, . . . . CA SBS BUR Ply; . CA SBS Cap;
Insulation under | secured at a rate of | Min. 1/2-inch 2-Part UIA applied . CA SBS BUR Ply; . -67.5
S-AM-10 G380, . . . PCA SBS BUR Ply; . PCA SBS Cap; .
Min 1.5-inch 24 per SECUROCK 12-inch o.c. . PCA SBS BUR Ply; . (Lim. 7)
F1, S30 HA SBS BUR Ply; . HA SBS Cap;
ENRGY 3 4-ft x 8-ft Board or BA SBS BUR P! HA SBS BUR Ply; or BA SBS Ca
Y | or BA SBS BUR Ply P
OPTIONAL
. . 1k SBS Ply; 1k SBS Cap;
L6, OPTIONAL Slmultane_ously Min 1.5-inch Fasteners & Plates 1k SBS Cap, CA SBS Ply: CA SBS Cap:; 675
S-AM-11 | G33, P, Insulation fastened with Top ENRGY 3 secured at a rate of CA SBS Cap; or PCA SBS Ply: PCA SBS Cap: | (Lim. 7)
S24 Insulation 22 per 4-ft x 8-ft Board BA SBS BUR Base or HA SBS Ply or HA SBS Cap
L6, OPTIONAL Simultaneously Min. 0.5-inch Fasteners & Plates OPTIONAL
S-AM-12 | G33, [Insulation under| fastened with Top DensDeck secured at a rate of orl(k;ASESBSPIg| 1k SBS Ply orléfggs?"é% (L-i6rr71-57)
F1, S12 |Min. 1.5-inch E3 Insulation Prime 1 fastener per 1.8ft Y or CA SBS Ply p )
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CREEK

[APPROVED ASSEMBLIES]

Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Steel Deck (New, Existing, or Recover)
System | Deck Base Base Insulation Top Top Insulation MDP
No. Detail Insulation Attachment Insulation Attachment EERE Y Fliy SneEt cep Slnze (psf)
OPTIONAL Retro-Fit,
L6 Insulation under| UF Fasteners & RetroPlus or CACS)II;-QEIL\IJQLPIy' CA SBS Cap;
) Min. 2-inch Plates secured at a | DuraBoard; or ASTM D 312, 5 PCA SBS Cap; -75
S-AM-13 1 G33, | ENRGY 3, rate of 22 per Min. 2-inch Type IV Asphalt HASBSBURBase | PCASBSBURPly; | ") 'spscap: | (Lim. 7)
F1, S30 HA SBS BUR Ply;
FescoFoam, or | 4-ft x 8-ft Board FescoFoam or or BA SBS Cap
or BA SBS BUR Ply
DuraFoam DuraFoam
OPTIONAL
Inl\s/ILiJrLatllog_iunr:ier Fasteners & Plates or 1k SBS Ply; ﬁ(Pél’é(;NPAI L 1k SBS Ply;
L6, E3 F.es.coFoam Simultaneously Min. 0.5-inch UltraFast Fasteners with CA SBS BUR Ply; CA SBS BURyiDI . CA SBS Cap; 75
S-AM-14 | G380, or’ DuraFoam: fastened with Top SE(':U.ROCK UltraFast Plastic Plates | PCA SBS BUR Ply; PCA SBS BUR P)I,,' PCA SBS Cap; wim. 7)
F1, S30 g Insulation at a rate of HA SBS BUR Ply; y HA SBS Cap; '
ngcoBo_ard, 18 per 4-ft x 8-ft Board | or BA SBS BUR Ply HA SBS BUR Ply; or BA SBS Cap
Min. 3/4-inch or BA SBS BUR Ply
DuraBoard
L6, OPTIONAL Simultaneously . . Fasteners & Plates 1k SBS Ply: OPTIONAL 1k SBS Cap;
G33, . . Min. 0.5-inch . 1k SBS Cap; CA SBS Cap; -75
S-AM-15 Insulation under | fastened with Top (Square) at a rate of CA SBS Ply; . )
F2W, Min. 1.5-inch E3 Insulation SECUROCK 1 fastener per 1.45ft* or PCA SBS BUR Ply CA SBS Cap; or PCA SBS (Lim.7)
S18 T ’ or PCA SBS BUR Ply Cap
L6, OPTIONAL Simultaneously Min. 0.5-inch Fasteners & Plates OPTIONAL
S-AM-16 | G80, |Insulation under| fastened with Top DensDeck at a rate of orléA?gSBglgl 1k SBS Ply orléigggég (Li-rZ15 7
F1, S30 |Min. 1.5-inch E3 Insulation Prime 18 per 4-ft x 8-ft Board Y or CA SBS Ply p :
L6, OPTIONAL Simultaneously . . Fasteners & Plates R
S-AM-17 | G80, |Insulation under| fastened with Top '\ggx?:;"l;,co\h at a rate of CA SBS Ply SEQSSNQL CA SBS Cap (LirZ15 7
F1, S30 |Min. 1.5-inch E3 Insulation 18 per 4-ft x 8-ft Board y :
L6, OPTIONAL Simultaneously Min. 0.5-inch Fasteners & Plates 1k SBS Ply; S(P;I;;NQL 1k SBS Cap; 75
S-AM-18 | G33, [|Insulation under| fastened with Top DensDeck secured at a rate of CA SBS Ply; CA SBS Ply’- CA SBS Cap; (Lim. 7)
F1, S12 |Min. 1.5-inch E3 Insulation Prime 1 fastener per 1.6ft° or HA SBS Ply Y, or HA SBS Cap '
or HA SBS Ply
L6, Simultaneously Lo Fasteners & Plates OPTIONAL R
S-AM-19 | G33, P, Olrfs-rullgt':lcﬁ_ fastened with Top Mln.EZ?:mch secured at a rate of 20 orléAsgnglgl 1k SBS Ply orléASEs;SBngpa (Li;s 7
S24 Insulation per 4-ft x 8-ft Board Alt. Y or CA SBS Ply P )
. OPTIONAL
L6, | OPTIONAL | DF securedata D%r;isn'?:d‘ OSFA, RSUA or 2-Part éﬁ P FF’,'IV', 1k SBS Ply:; 1k SBS Cap; s
S-AM-20 | G33, [Insulation under rate of 20 per DEXcell F,’A or UIA ribbons spaced or CA SBS gl BA SBS Ply; BA SBS Cap; (Lim. 7)
F1, S24| Min. 2-inch E3 4-ft x 8-ft Board ! 6-inch o.c. Y or CA SBS Ply or CA SBS Cap '
SECUROCK
L6 OPTIONAL Fasteners & Plates 1k SBS Ply; ﬁPST'é%N;I\L 1k SBS Cap;
S-AM-21 GSé Insulation under secured at a Min. 0.5-inch 2-Part UIA applied CA SBS BUR Ply; CA SBS BURyiDI . CA SBS Cap; -82.5
E1 Sé4 Min 1.5-inch rate of 32 per SECUROCK 12-inch o.c. HA SBS BUR Ply; HA SBS BUR P|§3 HA SBS Cap; (Lim. 7)
ENRGY 3 4-ft x 8-ft Board or BA SBS BUR Ply or BA SBS BUR Ply or BA SBS Cap
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Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)

CREEK

[APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Steel Deck (New, Existing, or Recover)
System | Deck Base Base Insulation Top Top Insulation MDP
No. Detail Insulation Attachment Insulation Attachment R Ry PI7SEE CE St (psf)
) OPTIONAL )
L6, OPTIONAL Simultaneously . . Fasteners & Plates 1k SBS Ply, . 1k SBS Ply; 1k SBS Cap,.
A . Min. 0.5-inch CA SBS BUR Ply; . CA SBS Cap; -82.5
S-AM-22 G33, |[Insulation under| fastened with Top secured at a rate of ! CA SBS BUR Ply; ! .
; . : SECUROCK HA SBS BUR Ply; : HA SBS Cap; (Lim. 7)
F2, S24 |Min. 1.5-inch E3 Insulation 22 per 4-ft x 8-ft Board or BA SBS BUR PI HA SBS BUR Ply; or BA SBS Ca
Y | or BA SBS BUR Ply P
L6, OPTIONAL Simultaneously MIIDr:e.nOs.g;ZEh Fasteners & Plates OPTIONAL 825
S-AM-23 | G33, |Insulation under| fastened with Top Prime or secured at a rate of CA SBS Ply CA SBS PI CA SBS Cap (Lim. 7
F2, S24 |Min. 1.5-inch E3 Insulation 22 per 4-ft x 8-ft Board y '
DEXcell FA
L6, OPTIONAL Simultaneously Min. 0.5-inch Fasteners & Plates OPTIONAL 825
S-AM-24 | G33, [|Insulation under| fastened with Top DensDeck secured at a rate of 1k SBS Ply 1k SBS Pl 1k SBS Cap (Lim. 7
F2, S24 |Min. 1.5-inch E3 Insulation Prime 22 per 4-ft x 8-ft Board y )
. OPTIONAL .
L6 OPTIONAL Fasteners & Plates 1k SBS Ply; 1K SBS Ply: 1k SBS Cap;
S-AM-25 GSd Insulation under | secured at a rate of | Min. 0.5-inch 2-Part UIA applied CA SBS BUR Ply; CA SBS BURyiDI . CA SBS Cap; -90
E1 Sé4 Min. 2-inch 22 per SECUROCK 12-inch o.c. HA SBS BUR Ply; HA SBS BUR PI;,Z HA SBS Cap; (Lim. 7)
ENRGY 3 4-ft x 8-ft Board or BA SBS BUR Ply or BA SBS BUR Ply or BA SBS Cap
Fasteners & Plates
6 OPTIONAL Fg;g:gzﬁth 1k SBS Ply: ﬁPSTé%NFﬁL_ 1k SBS Cap;
' |Insulation under . Min. 0.5-inch 2-Part UIA applied CA SBS BUR Ply; Y . CA SBS Cap; -90
S-AM-26 G80, . . UltraFast Plastic . ! CA SBS BUR Ply; ! .
Min 1.5-inch SECUROCK 12-inch o.c. HA SBS BUR Ply; ! HA SBS Cap; (Lim. 7)
F1, S24 ENRGY 3 Plates at a rate of or BA SBS BUR Pl HA SBS BUR Ply; or BA SBS Ca
32 per 4-ft x 8-t Y | orBA SBSBUR Ply P
Board
L6, Simultaneously Fasteners & Plates OPTIONAL )
S-AM-27 | G383, O"':;Jgtll\lcﬁ]l‘ fastened with Top | Min 2-inch E3 secured at a rate of orléASgSBglgl 1k SBS Ply orléAsgzscana (Liln?57)
F1, S24 Insulation 24 per 4-ft x 8-ft Board y or CA SBS Ply P )
OPTIONAL . . .
L6, . Simultaneously Min. 0.5-inch Fasteners & Plates )
S-AM-28 | G33, Iniﬂui:{atllog_il;r;ﬂer fastened with Top DensDeck secured at a rate of HA SBS Ply S : TSIBOSN éll‘ HA SBS Cap (Llii?.?)
F2,S24 ' Insulation Prime 32 per 4-ft x 8-ft Board y '
ENRGY 3
Mechanically Fastened Assemblies over Steel Deck (New, Existing, or Recover)
System Declf Base Top_ Base Sheet Base Sheet Attachment Ply Sheet Cap Sheet MDP
No. Detail Insulation Insulation (psf)
Min 1.5-inch
E3; or Fasteners & Plates 9-inch o.c. at OPTIONAL CA SBS Cap:
L5 OPTIONAL FescoFoam, Tri-Built Glass Base min. 4-inch side lap and CA SBS BUR Ply; PCA SBS Cei)" 60
S-M-1 G3’3 Insulation DuraFoam, or Tri-Built TM SBS 18-inches o.c. in two equally PCA SBS BUR Ply; HA SBS Ca p (Lim. 9)
FescoBoard Smooth spaced, staggered rows in the HA SBS BUR Ply; or BA SBS CF:; ’
or Retro-Fit field of the roll or BA SBS BUR Ply P
Board
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Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)

CREEK

[APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Mechanically Fastened Assemblies over Steel Deck (New, Existing, or Recover)
System | Deck Base Top MDP
No. Detail Insulation Insulation Base Sheet Base Sheet Attachment Ply Sheet Cap Sheet (psf)
OPTIONAL )
L6, Min 1-inch E3 HL Fasteners & Plates spaced 1k SBS Ply; é;SSBBSS%aap
G33, OPTIONAL with Tri-Built TM SBS : L pa CA SBS BUR Ply; p.. -67.5
S-M-2 . 12-inch o.c. within the min. . PCA SBS Cap; .
F1, Insulation OPTIONAL Smooth - ) PCA SBS BUR Ply; . (Lim. 7)
5-inch heat welded side lap 4 HA SBS Cap;
S24 Cover Board HA SBS BUR Ply; or BA SBS Ca
or BA SBS BUR Ply P
Assemblies with Adhered Membranes over Insulated Wood Deck (New, Existing, or Recover)
SyNsLem DD:til?l Anchor Sheet |Anchor Attachment| Base Insulation Top Insulation Base Ply Ply Sheet Cap Sheet 'E/rl)l:s)fF))
UF Fasteners & FescoFoam,
Plates secured DuraFoam, Fesco ﬁpgé%NpAlL 1k SBS Ply;
T19/32P, L 8-inch o.c. at 3-inch 1.5-inch E3 in Board, Retro-Fit, oL . CA SBS Cap;
Tri-Built Glass . CA SBS BUR Ply; . -52.5
W-AM-1 L24, side lap and three ASTM D 312, RetroPlus or HA SBS BUR Base .| PCA SBS Cap; -
Base . ) PCA SBS BUR Ply; Pl wim.7)
#12-6/6 rows staggered in the Type IV Asphalt DuraBoard in . HA SBS Cap;
HA SBS BUR Ply;
center of the roll 8- ASTM D 312, or BA SBS BUR Plv | ©" BA SBS Cap
inch o.c. Type IV Asphalt y
Min. 12 ga. ring
- . FescoFoam,
shank nallssand min. DuraFoam, Fesco OPTIONAL‘ 1k SBS Cap:
. 32 ga.,1%-inch . . . 1k SBS Ply; :
T15/32P, Two plies diameter tin cans 1.5-inch E3 in Board, Retro-Fit, CA SBS BUR PIv: CA SBS Cap; 525
W-AM-2 L24, Tri-Built Glass : 1P ASTM D 312, RetroPlus or HA SBS BUR Base Y: | PCA SBS Cap; -
9-inch o.c. at 3-inch . PCA SBS BUR Ply; . (Lim.7)
#8-6/6 Base : Type IV Asphalt DuraBoard in . HA SBS Cap;
side lap and two rows HA SBS BUR Ply;
) ASTM D 312, or BA SBS Cap
staggered in center or BA SBS BUR Ply
; Type IV Asphalt
12-inch o.c.
Min. 2-inch ENRGY
T15/32P 3 fastened with 1O|(PST|I3%NPA|\;,_ 1k SBS Cap;
W-AM-3 L2a, ) ) 'OPTIONAL Fasteners & Plates | b\ cpo BUR Base CA SBS Ply: CA SBS Cap;. -52.5
Min. 0.5-inch E3 secured at a rate of . PCA SBS Cap; | (Lim.7)
0.113-6/6 PCA SBS Ply;
16 per 4-ft x 8-ft or HA SBS P! or HA SBS Cap
Board y
Min. 2-inch
. OPTIONAL
. E3 fastened with . 1k SBS Cap;
T15/32P, Op_t|onal Fasteners & Plates 1k SBS Cap 1k SBS PIy,. CA SBS Cap; -52.5
W-AM-4 L24, - - Insulation and/or CA SBS Ply; . ;
) secured or CA SBS Cap . PCA SBS Cap; | (Lim.7)
0.113-6/6 Vapor Barrier PCA SBS Ply;
16 per 4-ft x 8-ft or HA SBS PI or HA SBS Cap
board y
DensDeck Prime,
Min. 2-inch DEXcell FA, or
T15/32P, E3 fastened with SECUROCK in 1k SBS Ply: orTlonL 1kSBS Cap; | oo
W-AM-5 L24, - - Fasteners & Plates OSFA, RSUA or BA SBS Ply; BA SBS PIy" BA SBS Cap; (Lim. 7
0.113-6/6 secured 2-Part UIA ribbons or CA SBS Ply or CA SBS I)Dll or CA SBS Cap '
16 per 4-ft x 8-ft board spaced y
6-inch o.c.
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Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)

CREEK

[APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Wood Deck (New, Existing, or Recover)
Sy’\il;)em DD:tZI?I Anchor Sheet |Anchor Attachment| Base Insulation Top Insulation Base Ply Ply Sheet Cap Sheet IE/FI’ZfF))
Min. 12 ga. ring
shank nails and min. FescoFoam, OPTIONAL .
., . ) DuraFoam, Fesco . 1k SBS Cap;
32 ga.,1%-inch Min. 1.5-inch E3 . 1k SBS Ply; .
T19/32P, P . : : Board, Retro-Fit, . | CASBS Cap;
Tri-Built Glass | diameter tin caps 9- adhered in CA SBS BUR Ply; . -60
W-AM-6 L24, . : RetroPlus or HA SBS BUR Base .| PCA SBS Cap; .
Base inch o.c. at 3-inch ASTM D 312, - PCA SBS BUR Ply; . (Lim. 7)
#8-6/6 . DuraBoard in ASTM 4 HA SBS Cap;
side lap and two rows Type IV Asphalt HA SBS BUR Ply;
) D 312, Type IV or BA SBS Cap
staggered in center or BA SBS BUR Ply
A Asphalt
9-inch o.c.
Min. 1.5-inch
ENRGY 3 fastened . OPTIONAL
T19/32P, with Fasteners & DuraBoardin |z sps BUR Base | ,, OPHONAL | Hia sBs cap -60
W-AM-7 L24, ) ) Plates secured ata | ASTM D312, Type | pa'cps gyr | HA SBS BUR Ply; or BASBS Cap | (Lim.7)
10d-6/6 IV Asphalt or BA SBS BUR Ply ’
rate of 24 per Base
4-ft x 8-ft Board
Min. 1.5-inch 1k SBS Ply; OPTIONAL 1k SBS Cap:
T15/32P ENRGY 3 fastened Min. 0.5-inch CA SBS BUR Ply; 1k SBS Ply; CA SBS Cap"
wams | Loa ) ) with Fasteners & SECUROCK in | PCA SBS BUR Ply; | CA SBS BUR Ply; | o0 e Cap', -60
0 113-6/6 Plates secured at a RSUA applied HA SBS BUR Ply; | PCA SBS BUR Ply; HA SBS Ca p (Lim. 7)
’ rate of 24 per 12-ich o.c. or BASBS BUR | HA SBS BUR Ply; or BA SBS Cpa’1
4-ft x 8-ft Board Ply or BA SBS BUR Ply P
. ) DensDeck Prime,
Esl\f/lalmgiezr;:erlic\?vith DEXcell FA, or OPTIONAL
T15/32P, Fasteners & Plates SECUROCK in 1k SBS Ply; 1Kk SBS Ply: 1k SBS Cap; 75
W-AM-9 L24, - - cecured at a rate of | OSFA RSUAor BA SBS Ply; BA SBS Ply'- BA SBS Cap; Lim. 7)
0.113-6/6 2-Part UIA ribbons or CA SBS Ply Y, or CA SBS Cap '
24 per spaced or CA SBS Ply
4-ft x 8-ft board Alt. P
6-inch o.c.
Min. 0.5-inch
T15/32P, OPTIONAL tastoned with AP & OPTIONAL 75
W-AM-10 L24, ) ) Insulation UF Plates secured CA SBS Ply CA SBS Ply CA SBS Cap (Lim.7)
0.113-6/6
at a rate of 24 per
4-ft x 8-ft Board Alt.
Min. 0.5-inch
DensDeck Prime
T19/32P, OPTIONAL fastened with 1K SBS Ply: S(PSTE%N;T"_ 1k SBS Cap: s
W-AM-11 L24, - - Insulation Fasteners & Plates CA SBS Ply; CA SBS Ply" CA SBS Cap; (Lim.7)
0.113-6/6 secured at a rate of or HA SBS Ply Y, or HA SBS Cap '
or HA SBS Ply
16 per 4-ft x 8-ft
Board
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CREEK

[APPROVED ASSEMBLIES]

Beacon Sales Acquisitions, Inc. c/o Johns Manville
SBS Mod-Bit Roof Systems (HVHZ)

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Wood Deck (New, Existing, or Recover)
S Declf Anchor Sheet |Anchor Attachment| Base Insulation Top Insulation Base Ply Ply Sheet Cap Sheet MDP
No. Detall (psf)
Min. 2-inch
. E3 fastened with
T15/32P, Op_tlonal Fasteners & Plates 1k SBS Ply OPTIONAL 1k SBS Cap -82.5
W-AM-12 L24, - - Insulation and/or 1k SBS Ply -
) secured or CA SBS Ply orCASBS Cap | (Lim.7)
0.113-6/6 Vapor Barrier or CA SBS Ply
24 per 4-ft x 8-ft
board Alt.
Min. 0.5-inch
DensDeck Prime
T15/32P, fastened with
W-AM-13 L24, - - O"I:s-ﬂgyé?]l‘ Fasteners & Plates CA SBS Ply g AP -QSSN 'FB,‘IL CA SBS Cap (L?r%ﬁ?)
0.113-6/6 secured at a rate of Y '
24 per 4-ft x 8-ft
Board Alt.
Min. 0.5-inch
R il ] ] OPTIONAL tastored with AP & A SBS P OPTIONAL CA SBS Ca 825
y Insulation UF Plates secured y CA SBS Ply P (Lim.7)
0.113-6/6
at a rate of 24 per
4-ft x 8-ft Board Alt.
Mechanically Fastened Assemblies over Wood Deck (New, Existing, or Recover)
Syligem Deck Detail Insulation Base Sheet Base Sheet Attachment Ply Sheet Cap Sheet 'Eggg
OPTIONAL Fasteners & Plates 8-inch o.c. at side OPTIONAL
W-M-1 L2T419¢ﬁ§i‘>’/6 Min. 1.3-inch Tri-Built Glass Base lap and three rows staggered in HA SBS BUR Ply o:'QASSBSSng (L-i5r§-57)
' Insulation center of the roll 8-inch o.c. or BA SBS BUR Ply P )
Min. 12 ga. ring shank nails and min. OPTIONAL
W-M-2 T19/32P, ) Two plies 32 ga., 1 5/8-inch diameter tin caps HA SBS BUR Pl HA SBS Cap -52.5
L24, #8-6/6 Tri-Built Glass Base 9-inch o.c. at 3-inch side lap and two y or BA SBS Cap (Lim. 7)
; . or BA SBS BUR Ply
rows staggered in center 12-inch o.c.
T19/32P ng.zn.g;z %aé/gr-]i%csr? ZT:n?gllasr 3202:21;;2 ' OPTIONAL HA SBS Cap -60
W-M-3 L24, #8-6/6 ) Tri-Built Glass Base | o7 0h's ¢ at 3-inch side lap and two HA SBS BUR Ply or BA SBS Cap (Lim. 7)
. . or BA SBS BUR Ply
rows staggered in center 9-inch o.c.
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