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SCOPE:

This P.E. Evaluation Report (henceforth ‘PEER’) is issued under F.A.C. Rule 61G20-3 and the applicable rules and regulations governing the
use of construction materials in the State of Florida. The documentation submitted has been reviewed by Robert Nieminen, P.E. for
compliance with the 8t Edition (2023) Florida Building Code, High Velocity Hurricane Zone (HVHZ) sections noted herein.

DescripTioN: Sika Sarnafil Roof Systems (HVHZ)

LABELING: Labeling shall be in accordance with the requirements of the Accredited Quality Assurance Agency noted herein.

CoNTINUED CoMPLIANCE: This PEER is valid until such time as the named product(s) changes, the referenced Quality Assurance or production
facility location(s) changes, or Code provisions that relate to the product(s) change. Acceptance of our PEERs by the named client constitutes
agreement to notify NEMO ETC, LLC of any changes to the product(s), the Quality Assurance or the production facility location(s). NEMO
ETC, LLC requires a complete review of its PEER relative to updated Code requirements with each Code Cycle. Reference is made to the
NEmo | etc. Directory of P.E. Evaluations to ascertain the status and/or current version of this PEER. If the PEER is not listed at the Nemo
Directory, then it is no longer valid.

ADVERTISEMENT: “NEmo P.E. Evaluated” may be displayed in advertising literature. If any portion of the PEER is displayed, then it shall be in
its entirety.

INsPECTION: Upon request, a copy of this entire PEER shall be provided to the user by the manufacturer or its distributors and shall be available
for inspection at the job site at the request of the Building Official.

This PEER consists of pages 1 through 6, plus 91-pages Appendix. L L
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CERTIFICATION OF INDEPENDENCE:

1. NEMO ETC, LLC does not have, nor does it intend to acquire or will it acquire, a financial interest in any company manufacturing or
distributing products it evaluates.

2. NEMO ETC, LLC is not owned, operated or controlled by any company manufacturing or distributing products it evaluates.

3. Robert Nieminen, P.E. does not have nor will acquire, a financial interest in any company manufacturing or distributing products for
which the PEERs are being issued.

4. Robert Nieminen, P.E. does not have, nor will acquire, a financial interest in any other entity involved in the approval process of the
product.

5. This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer of Record for any
project on which this PEER, or previous versions thereof, is/was used for permitting or design guidance unless retained specifically for
that purpose.

©2019 NEMO ETC, LLC
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ROOFING SYSTEM EVALUATION:

1. ‘ SCOPE:
Product Category: Roofing
Sub-Category: Single Ply Roof Systems

Product Approval Method: Method 1, Option D — Codified Material, Evaluation by Engineer

Compliance Statement: Sika Sarnafil Roof Systems, as produced by Sika Corporation, have demonstrated
compliance with the following sections of the 8t Edition (2023) Florida Building Code, High Velocity Hurricane
Zone (HVHZ) through testing in accordance with the following Standards. Compliance is subject to the Installation
Reguirements and Limitations of Use set forth herein.

2. STANDARDS:

SECTION PROPERTY STANDARD

202, 423.1,453.25.4 Impact resistance ICC 500

TAS 110 Resistance to Foot Traffic TAS 114, Section 8.9
TAS 110 Wind resistance TAS 114, Appendix C, D or J
TAS 110 Susceptibility Hail Damage TAS 114, Appendix F
TAS 110 Susceptibility to Leakage TAS 114, Appendix G
TAS 110 Material standard ASTM C1289

TAS 110 Material standard ASTM D4601

TAS 110 Material standard ASTM D4897

TAS 110 Material standard ASTM D6163

TAS 110 Material standard ASTM D6164

TAS 110 Material standard ASTM D4434

3. ‘ REFERENCES:

ENTITY EXAMINATION REFERENCE DATE ENTITY EXAMINATION REFERENCE DATE
NEMO (TST6049) ASTM D4434, G154 4r-SIKA-21-SSTHP-02.A 04/18/23 | FM (TST1867) FM 4470/4474 3063970 09/14/18
NEMO (TST6049) ASTM D4434, G154 4r-SIKA-21-SSTHP-01.AR1  12/19/23 | FM (TST1867) FM 4470/4474 PR451159 05/09/19
NEMO (TST6049) ASTM D4434, G154 4r-SIKA-21-SSTHP-01.B 12/19/23 | FM (TST1867) FM 4474 PR450261 10/22/19
NEMO CERT (CER13842) ASTM D6163 Certified Products Current FM (TST1867) FM 4474 PR453353 01/31/20
ACRC (TST4671) TAS 114 15-033 12/15/15 | FM (TST1867) Criticality PR456960 LTR 02/09/21
ACRC (TST4671) TAS 114(J) 17-013 05/19/17 | FM (TST1867) FM 4474 PR457312 04/20/21
ACRC (TST4671) TAS 114(J) 17-015 09/06/17 | FM (TST1867) FM 4474 PR456300 11/18/21
ERD (TST6049) TAS 114 01090.01.03-1 01/22/03 | FM (TST1867) FM 4474 PR458191 02/14/21
ERD (TST6049) TAS 114 2778.07.05-1 07/15/05 | FM (TST1867) Criticality PR450629 04/13/22
ERD (TST6049) TAS 114 $36600.03.14 03/04/14 | FM (TST1867) FM 4470/4474 PR461530 06/28/22
ERD (TST6049) TAS 114 $C7090.07.14-2-R2 09/03/14 | FM (TST1867) FM 4470/4474 PR461643 07/14/22
ERD (TST6049) TAS 114 $C7090.07.14-2-R6 09/29/15 | FM (TST1867) FM 4478 3060628 10/06/22
ERD (TST6049) FM 4470/4474 NG-5C10075.12.15 12/28/15 | FM (TST1867) FM 4478 RR237688 06/26/23
ERD (TST6049) TAS 114 SIKA-5C11570.06.16 06/29/16 | FM (TST1867) FM 4470/4474 PR456912 08/08/23
ERD (TST6049) TAS 114 SFS-5C10010.02.16-R1 07/06/16 | FM (TST1867) FM 4470/4474 PR464117 08/28/23
ERD (TST6049) Criticality ICP-SC15630.09.17 09/06/17 | FM (TST1867) FM 4474 RR238577 10/25/23
ERD (TST6049) Criticality ICP-SC16225.09.17 09/06/17 | FM (TST1867) FM 4474 PR463769-L 02/13/24
FM (TST1867) FM 4470 0X3A3.AM 01/31/94 | FM (TST1867) FM 4474 PR466661 08/26/24
FM (TST1867) FM 4470 2B8A4.AM 07/02/97 | FM (TST1867) Criticality PR470427 (LTR) 03/11/26
FM (TST1867) FM 4470 2D3A5.AM 06/04/98 | FM (TST1867) Criticality PR470056 05/13/26
FM (TST1867) FM 4470 3012964 06/11/02 | ITS (TST1558) TAS 114 17731.02-109-18 01/25/19
FM (TST1867) FM 4470 3015643 12/06/02 | M-D (CER1592) Traceability PLA 01/04/16
FM (TST1867) FM 4470 3016201 01/28/03 | M-D (CER1592) Elastizell Ratings 23-0817.05 09/14/23
FM (TST1867) FM 4470 3006785 05/06/04 | NEMO (TST6049) TAS 114 41-SOP-18-005.08.18-1 01/25/19
FM (TST1867) FM 4470/4474 3017292 09/03/04 | NEMO (TST6049) TAS 114 41-CEL-18-001.12.18-2 07/10/19
FM (TST1867) FM 4470/4474 3021131 07/07/05 | NEMO (TST6049) TAS 114 43-ICP-19-LSWUS-01.A 11/08/19
FM (TST1867) FM 4470/4474 3024229 11/16/05 | NEMO (TST6049) Criticality 4i-SIKA-23-SSCRT-01.A 11/16/23
FM (TST1867) FM 4470/4474 3023677 03/02/06 | NEMO (TST6049) TAS 114 4a-HBF-LSWUS-001.A 06/06/24
FM (TST1867) FM 4470/4474 3022038 04/05/06 | NEMO (TST6049) ANSI/FM 4474 4a-ERD-23-LSWUS-04 (data)  05/09/24
FM (TST1867) FM 4470/4474 3023458 07/18/06 | NEMO (TST6049) TAS 114 4a-SIKA-LSWUS-003.A.R1 06/05/25
FM (TST1867) FM 4470/4474 3024311 11/01/06 | NEMO (TST6049) ICC 500 4g-SIKA-LSIMP-001.A 06/20/25
FM (TST1867) FM 4470/4474 3028309 03/30/07 | NEMO (TST6049) Criticality 4i-SIKA-SSCRT-001.A 06/26/24
FM (TST1867) FM 4470/4474 3025158 05/22/07 | NEMO (TST6049) Criticality 4i-SIKA-SSCRT-002.A 07/02/24
FM (TST1867) FM 4470/4474 3030053 09/12/07 | NEMO (TST6049) ANSI/FM 4474 4a-SIKA-LSWUS-001.A 08/20/24
FM (TST1867) FM 4470/4474 797-044262-267 03/27/09 | NEMO (TST6049) ANSI/FM 4474 4a-SIKA-LSWUS-002.A 08/27/24
FM (TST1867) FM 4470/4474 3035670 05/13/09 | NEMO (TST6049) ANSI/FM 4474 4a-SIKA-23-LSWUS-01.A  11/26/24
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ENTITY EXAMINATION REFERENCE DATE ENTITY EXAMINATION REFERENCE DATE

FM (TST1867) FM 4470/4474 3036355 11/10/09 | NEMO (TST6049) FM 4474/TAS114(D)  4a-VPS-LSWUS-001.A.R1  11/25/25
FM (TST1867) FM 4470/4474 3041535 06/08/11 | NEMO (TST6049) FM 4474/TAS114(D)  4a-VPS-LSWUS-002.A.R2  11/25/25
FM (TST1867) FM 4470/4474 3039809 07/06/11 | NEMO (TST6049) ANSI/FM 4474 43-SIKA-LSWUS-004.A 01/05/26
FM (TST1867) FM 4470/4474 3041256 07/12/11 | NEMO (TST6049) Criticality 4i-NG-SSCRT-001.A.R2 04/30/26
FM (TST1867) FM 4470/4474 3044014 09/22/11 | NEMO (TST11294) TAS 114 2-SIKA-18-001.01.19-R1  09/15/21
FM (TST1867) FM 4470/4474 3043459 05/11/12 | NEMO (TST11294) TAS 114 2a-SIKA-21-LSWUS-01.A  11/22/21
FM (TST1867) Criticality 3051408 08/13/14 | NEMO (TST11294) TAS 114 2a-SIKA-21-LSWUS-02.A  01/18/22
FM (TST1867) FM 4470/4474 3053265 10/30/14 | NEMO (TST11294) TAS 114 2a-SIKA-22-LSWUS-02.A  01/11/23
FM (TST1867) FM 4470/4474 3055227 05/21/15 | PRI (TST5878) TAS 114 SARN-086-02-01 11/01/17
FM (TST1867) FM 4470/4474 3055111 07/07/15 | PRI (TST5878) TAS 114 SARN-087-02-02 06/22/18
FM (TST1867) FM 4470/4474 3054498 11/30/15 | PRI (TST5878) TAS 114 SARN-088-02-01 06/25/18
FM (TST1867) FM 4470/4474 3055167 02/10/16 | PRI(TST5878) FM 4474 211170009 05/13/21
FM (TST1867) FM 4470/4474 3055491 (data) 02/10/16 | FM (CER1840) Traceability PR463842 12/13/22
FM (TST1867) FM 4470/4474 3053475 02/11/16 | NEMO Traceability FBC PCL (HNT) 05/11/22
FM (TST1867) FM 4470/4474 3054065 04/05/16 | NEMO Traceability FBC PCL (ATL) 07/22/22
FM (TST1867) FM 4470/4474 3054028 05/25/16 | NEMO Traceability FBC PCL (JM) 08/08/22
FM (TST1867) FM 4470/4474 3057006 06/21/17 | NEMO Traceability FBC PCL (SOP) 08/24/23
FM (TST1867) FM 4474 3061059 11/14/17 | UL, LLC. (QUA9625)  Quality Control ML File No. R8992 03/02/16
FM (TST1867) FM 4474 3057578 12/07/17 | UL, LLC. (QUA9625)  Quality Control Service Confirmation 09/26/25
FM (TST1867) FM 4470/4474 3062086 07/18/18 | UL, LLC. (QUA9625)  Quality Control Florida BCIS Current

4, PRODUCT DESCRIPTION:

4.1 This PEER covers Sika Sarnafil Roof Systems installed in accordance with Sika Corporation published installation
instructions and the Limitations of Use herein.

TABLE 1: EVALUATED MEEMBRANES
TYPE PrRobpuCT MATERIAL STANDARD PLANT(S)
REFERENCE TYPE GRADE
G410 60, 72, 80-mil ASTM D4434 1] N/A MA
G410-60 SA 60-mil ASTM D4434 1l N/A MA
G410 Textured 60, 72, 80-mil ASTM D4434 1] N/A MA
G410 Feltback 60, 72, 80-mil ASTM D4434 1 N/A MA
ROOF COVER fﬂtln?sg;:z’:gd) Felttdss 60-mil ASTM D4434 m N/A MA
S327 60, 72, 80-mil ASTM D4434 1] N/A MA
S327 Feltback 60, 72, 80-mil ASTM D4434 1 N/A MA
Sikaplan Universal 60-mil ASTM D4434 1 N/A MA
Sikaplan Universal Feltback 60-mil ASTM D4434 11 N/A MA
Base Sheet NB 48 ASTM D4601 1] N/A MS, OH
BASE SHEETS Base Sheet NB 60 ASTM D4601 1] N/A MS, OH
Base Sheet NB 120 ASTM D4897 N/A N/A AL
Ply Sheet HA 87 ASTM D6163 | S MS, OH
Ply Sheet HA 118 ASTM D6164 | S MS, OH
BASE PLY Ply Sheet TA 87 ASTM D6163 | S OH
SikaShield E54 PE 3 mm ASTM D6163 | S NEemo Certified
SikaShield E54 SF 3 mm ASTM D6163 | S NEmo Certified
Vapor Retarder SA 31 N/A (not codified) N/A N/A Qc
Vapor Retarder SA 106 ASTM D6164 [ S MS, OH
VAPOR BARRIER | Vapor Retarder TA 138 ASTM D6164 | S MS, OH
SikaShield VB P42 S 3 mm N/A (not codified) N/A N/A ITA
SikaShield VB P42 SF 3 mm N/A (not codified) N/A N/A ITA
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TABLE 2: EVALUATED INSULATION BOARDS

MATERIAL STANDARD, ASTM C1289 DIMENSIONAL OFFERING
PrRODUCT PLANT(S)
TYPE CLASS GRADE THick (IN) DIMENSIONS (FT)
Sarnatherm-H I1SO 1] 1 2o0r3 1.0to 4.5 4x4 or 4x8 FL, IL, PA, UT
Sarnatherm-A ISO 1] 1 2o0r3 1.0to 4.6 4x4 or 4x8 GA
Sarnatherm-H CG 1] 2 2o0r3 0.5to4.5 4x4 or 4x8 FL, IL, PA, UT
Sarnatherm-A CG 1] 2 2o0r3 1.5t04.0 4x4 or 4x8 GA
Sarnatherm Roof Board-H 1] 4 1 0.5 4x4 or 4x8 FL, PA
Sarnatherm Roof Board-A Ill Il 4 1 0.5 4x4 or 4x8 GA
Sarnatherm Roof Board-R 1] 4 1 0.5 4x4 or 4x8 SC, TX

5.1 General:

5.1.1 This is a building code evaluation.

Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the
Designer of Record for any project on which this PEER, or previous versions thereof, is/was used for permitting
or design guidance. PEERs are not to be construed as representing any attributes not specifically listed, nor are
PEERs to be construed as an endorsement of the subject, or a recommendation for its use. There is no warranty
by NEMO ETC, LLC or Robert Nieminen, P.E., express or implied, as to any finding or other matter in this PEER,
or as to any product covered by the PEER.

5.1.2 This PEER is exclusively for use in FBC High Velocity Hurricane Zone jurisdictions, as defined in FBC Chapter 2
(i.e., Broward and Miami-Dade Counties).

5.1.3 The evaluation herein pertains to above-deck roof components; deck-attachment details pertain to ‘as-tested’
conditions under Testing Application Standard TAS 114, Appendix J. Roof decks shall be in accordance with

FBC HVHZ requirements to the satisfaction of the Authority Having Jurisdiction.

5.14 This PEER does not include evaluation of fire classification. Refer to FBC HVHZ 1516 for requirements and

limitations regarding roof assembly fire classification.

concerning the use of foam plastic insulation.

Refer to FBC 2603 for requirements and limitations

5.1.5 This PEER does not include evaluation of roof edge termination. Refer to Roofing Application Standard RAS 111
for requirements and limitations regarding edge securement for low-slope roofs.

5.1.6 Refer to FBC HVHZ 1521 for requirements and limitations regarding recover installations.

5.1.6.1

For mechanically attached components over existing roof decks, fasteners shall be tested in the existing deck

for withdrawal resistance. A qualified design professional shall review the data for comparison to the minimum
requirements for the system. Testing shall be in accordance with Testing Application Standard TAS 105.

5.1.6.2

For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the

existing deck or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any
surface conditions exist that bring system performance into question, field uplift testing in accordance with
Testing Application Standard TAS 124 shall be conducted on mock-ups of the proposed new roof assembly.

5.1.6.3

For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system

shall be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having
Jurisdiction, as documented through field uplift testing in accordance with Testing Application Standard TAS

124.
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5.1.7 Refer to Appendix 1 for system attachment requirements for wind load resistance.

5.1.7.1 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind
loads, and reflects the ultimate passing pressure divided by 2 (the 2 to 1 margin of safety per Testing Application
Standard TAS 114 has already been applied). Refer to FBC HVHZ 1620 and Roofing Application Standard RAS
128 for determination of design wind loads.

For mechanically attached components, the maximum design pressure for the selected assembly shall meet or
exceed at least the Zone 1 PRIME design pressure determined in accordance with FBC HVHZ 1620 or Roofing
Application Standard RAS 128. Elevated pressure zones shall employ an attachment density designed by a
qualified design professional to resist the elevated pressure criteria. Analysis shall be in accordance with Roofing
Application Standard RAS 117 or Roofing Application Standard RAS 137. *This extrapolation is not permitted
for systems marked with an asterisk*.

For assemblies marked with an asterisk*, the maximum design pressure (MDP) limitation shall be applicable to
all roof pressure zones. Rational analysis is not permitted.

5.1.7.2

5.1.73

5.1.8 All components in the roof assembly shall have quality assurance audit in accordance with F.A.C. Rule 61G20-3.
Refer to the Product Approval of the component manufacturer for components listed in Appendix 1 that are
produced by a Product Manufacturer other than the report holder on Page 1 of this PEER.

52 Hurricane Storm Shelters:

5.2.1 This PEER evaluates impact resistance performance of the subject product on Hurricane Storm Shelters in
accordance with ICC-500. This PEER does not purport to evaluate impact resistance performance for use on
Tornado Storm Shelters or on Emergency Shelters.

5.2.2 Table 3, below, summarizes systems having met ICC 500 impact resistance requirements for use on Hurricane
Storm Shelters.

TABLE 3: IMPACT RESISTANT ASSEMBLIES PER ICC-500
HURRICANE STORM SHELTERS

SHELTER TYPE: Hurricane
SURFACE TYPE: Horizontal (roof)
Missile size: 9 1b 2x4
Design Wind Speed: | 220 mph

Missile speed: 0.10 x design wind speed = 22 mph

Criteria: No missile penetration through deck per ICC-500

Unless otherwise noted, sub-assembly components may be adhered or mechanically attached

Notes: The criteria of the ICC-500 does not include examination of the roof cover for watertightness. Evaluations herein are not
intended to state or imply the roof cover remains watertight after impact.

Roof A ix 1, Note 1
System no. Deck Insulation Coverboard oof Cover (Appendix ,Ote, 5)
Membrane Application
Min. 1.5-inch Min. 0.5-inch
Min. 22 ga., Type | Sarnatherm-A SO, DensDeck Prime,
B, Grade 40 steel | Sarnatherm-A CG, DEXcell FA Glass Mat Min. 60-mil BB-52121, BB-52121-VC, BB-52170,
H-1. at 6 ft span or Sarnatherm-H ISO, Roof Board or <327 BB-52170.VC or BB-52175
structural Sarnatherm-H CG, SECUROCK Ultralight
concrete Sarnatherm-R ISO or Coated Glass-Mat
Sarnatherm-R CG Roof Board
Min. 1.5-inch Min. 0.5-inch
Min. 22 ga., Type | Sarnatherm-A ISO, DensDeck Prime, FB-52121, FB-52121-VC, FB-52170,
B, Grade 40 steel | Sarnatherm-A CG, DEXcell FA Glass Mat . .
Min. 60-mil FB-S2170-VC, FB-SSMA, FB-SAD-
H-2. at 6 ft span or Sarnatherm-H ISO, Roof Board or
. S327 FB FMA, FB-SOM-FMA, FB-SAD-A, FB-
structural Sarnatherm-H CG, SECUROCK Ultralight OB500 or FB-TRA
concrete Sarnatherm-R 1SO or Coated Glass-Mat
Sarnatherm-R CG Roof Board
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6. INSTALLATION:

Sika Sarnafil Roof Systems shall be installed in accordance with Sika Sarnafil published installation instructions,
subject to the Limitations of Use noted herein.

7. BUILDING PERMIT REQUIREMENTS:

As required by the Building Official or Authority Having Jurisdiction to properly evaluate the installation of this
product.

8. MANUFACTURING PLANTS:
Contact the named QA entity for manufacturing facilities covered by F.A.C. Rule 61G20-3 QA requirements. Refer
to Section 4 herein for products and production locations having met codified material standards.

9. QUALITY ASSURANCE ENTITY:
UL, LLC—QUA9625: (360) 817-5512; bsai.inspections@ul.com

- THE 91-PAGES THAT FOLLOW FORM PART OF THIS PEER -
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TABLE DECK APPLICATION TYPE DESCRIPTION PAGE
1A Wood New or Reroof (Tear-Off) B-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 11
18 Wood New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 12
1c Wood New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Base Ply, Bonded Roof Cover 13
1o Wood New, Reroof (Tear-Off) or Recover C-2 Insulated, Induction-Welded Roof Cover 14
1 Wood New, Reroof (Tear-Off) or Recover D-1 Insulated, Mechanically Attached Membrane — Stress Plate and Fastener 14
2A Steel New A-1 Bonded Insulation, Bonded Roof Cover 15
28 Steel or Structural Concrete New, Reroof (Tear-Off) or Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 16
2C Steel or Structural Concrete New, Reroof (Tear-Off) or Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Base Ply, Bonded Roof Cover 20
2D Steel New, Reroof (Tear-Off) or Recover B-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 21
2E Steel New, Reroof (Tear-Off) or Recover B-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Base Ply, Bonded Roof Cover 25
2F Steel or Structural Concrete New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 26
26 Steel or Structural Concrete New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Base Ply, Bonded Roof Cover 33
2H Steel New, Reroof (Tear-Off) or Recover C-1B Mechanically Attached and Bonded Insulation, Bonded Roof Cover 35
20 Steel New, Reroof (Tear-Off) or Recover C-1B Mechanically Attached and Bonded Insulation, Bonded Roof Cover 35
2 Steel New, Reroof (Tear-Off) or Recover C-2 Insulated, Induction-Welded Roof Cover 36
2K Steel or Structural concrete New, Reroof (Tear-Off) or Recover D-1 Insulated, Mechanically Attached Membrane — Stress Plate and Fastener 40
2L Steel or Structural concrete New, Reroof (Tear-Off) or Recover D-1 Insulated, Mechanically Attached Membrane — Battens and Fastener 43
3A Structural concrete New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 44
38 Structural concrete New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Base Ply, Bonded Roof Cover 53
3c Structural concrete New, Reroof (Tear-Off) or Recover C-2 Insulated, Induction-Welded Roof Cover 55
30 Structural concrete New or Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 56
4 Deck with Lightweight concrete New or Reroof (Tear-Off) A-1 LWC to Deck, Bonded Insulation, Bonded Roof Cover 57
48 Deck with Lightweight Concrete New or Reroof (Tear-Off) A-2 Bonded Vapor Barrier (Optional), LWC, Bonded Insulation, Bonded Base Ply, Bonded Roof Cover 68
4c Deck with Lightweight concrete New or Reroof (Tear-Off) E-2 LWC to Deck, Mechanically Attached Base Sheet, Bonded Base Ply, Bonded Roof Cover 68
4p Deck with Lightweight concrete New, Reroof (Tear-Off) E-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, LWC to Vapor Barrier, Mechanically Attached Base Sheet, Bonded Roof Cover 70
4e Deck with Lightweight concrete New or Reroof (Tear-Off) F LWC to Deck, Bonded Roof Cover 71
4F Deck with Lightweight Concrete New or Reroof (Tear-Off) F Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, LWC to Vapor Barrier, Bonded Roof Cover 72
5A Cementitious wood fiber New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 73
58 Cementitious wood fiber Reroof (Tear-Off) or Recover B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 76
5¢ Cementitious woof fiber New, Reroof (Tear-Off) or Recover C-2 Insulated, Induction-Welded Roof Cover 76
6A Existing gypsum Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 77
68 Existing gypsum Reroof (Tear-Off) E-2 Mechanically Attached Base Sheet, Bonded Base Ply, Bonded Roof Cover 78
A Various Recover A-1 Bonded Insulation, Bonded Roof Cover 79
78 Steel Recover C-2 Insulated, Induction-Welded Roof Cover 88
7c Various Recover F Non-Insulated, Bonded Roof Cover 90
8A Proprietary Decks New F Non-Insulated, Bonded Roof Cover 90
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The following notes apply to the systems outlined herein:

1 The roof system evaluation herein pertains to above-deck roof components. Roof decks and structural members shall be in accordance with FBC HVHZ requirements to the satisfaction of the Authority Having
Jurisdiction. Deck-attachment details pertain to ‘as-tested’ conditions under Testing Application Standard TAS 114, Appendix J.

2 Unless otherwise noted, fasteners and stress plates shall be as follows. Fasteners shall be of sufficient length for the following engagements:

FASTENER/PLATE OPTIONS
DEcK TYPE By PARTS MINIMUM ENGAGEMENT
Sarnafastener #12, Sarnafastener #14 or Sarnafastner #15 XP with Sarnaplate or
Wood Sika Sarnafil ’ Minimum %-inch plywood penetration or minimum 1-inch wood plank embedment
Sarnafastener-T #12, Sarnafastener-T #14 or Sarnafastener-T #15 with Sarnaplate-T " Ply P P
Sarnafastener #12, Sarnafastener #14 or Sarnafastner #15 XP with Sarnaplate or
| ik fil ! Mini %-inch | i h fl f th | k
Stee Sika Sarnafi Sarnafastener-T #12, Sarnafastener-T #14 or Sarnafastener-T #15 with Sarnaplate-T inimum %-inch steel penetration and engage the top flute of the steel dec
ST Sika Sarnafil Sarnafastener #14 with Sarnaplate or Sarnafastener-T #14 with Sarnaplate-T . 1.2§—|nch embedment. Fasteners’ |nstaII'ed Wlt.h a p|IoF ho!e n .
Concrete accordance with the fastener manufacturer’s published installation instructions

3 Unless otherwise noted, insulation may be any one layer or combination of FBC Approved (Local or Statewide) board(s) that meet FBC HVHZ 1516 and, for foam plastic, FBC Chapter 26, when installed with the roof
cover. Refer to Section 4 of the body of this PEER for Sarnatherm insulation boards that are part of this evaluation.

4 Minimum 200 psi, minimum 2-inch thick FBC HVHZ Approved lightweight insulating concrete may be substituted for, or installed below, rigid insulation board for System Types B-1, C-1, C-2, D-1 or D-2, whereby
fasteners are installed through the lightweight insulating concrete to engage the structural deck. The structural deck shall be of equal or greater type, thickness and strength to the steel and structural concrete
deck listings. Roof decks and structural members shall be in accordance with FBC requirements to the satisfaction of the Authority Having Jurisdiction. This is a wind uplift resistance allowance and does not purport
to address non-wind-uplift-related issues, such as deck venting or moisture levels within the LWIC and the potential effect on overlying components. If mechanical attachment to the structural deck through
lightweight insulating concrete is proposed, field withdrawal resistance testing shall be performed to confirm equivalent or determine enhanced fastening patterns and density. All testing and fastening design
shall be in compliance with Testing Application Standard TAS 105 and Roofing Application Standard RAS 117 and/or RAS 137. Calculations shall be prepared, signed and sealed by a qualified design professional.

5  Preliminary insulation attachment: Unless otherwise noted, use FBC HVHZ Approved roofing fasteners; minimum four fasteners per 4 x 8 ft board or minimum two fasteners per 4 x 4 ft board. For systems where a
vapor barrier is installed, refer to Table 6 of FM Loss Prevention Data Sheet 1-29. For systems where no vapor barrier is installed, the OMG Plastic Plate (NOA 24-0627.03) is permissible for preliminary insulation
attachment.

6  Unless otherwise noted, insulation adhesive application rates are as follows.

v’ Ribbon or bead width is at the time of application; the ribbons/beads shall expand as noted in the manufacturer’s published instructions.
v If applying hot asphalt to concrete deck, deck shall be primed with ASTM D41 or Vapor Retarder Primer TA primer.
v When multiple layers(s) of insulation and/or coverboard are installed in ribbon-applied adhesive, board joints shall be staggered.
v’ The maximum edge distance from the adhesive ribbon to the edge of the insulation board shall be not less than one-half the specified ribbons spacing.
INSULATION ADHESIVE REFERENCES
By ADHESIVE REFERENCE FBC HVHZ MINIMUM RATE
Sarnacol 2163 S-2163 Continuous 0.5-inch wide ribbons, max. 12-inch o.c.
. . Sarnacol AD Adhesive S-AD-A Continuous 1 to 1.5-inch ribbons, 12-inch o.c.
Sika Sarnafil - N/A - - — -
Sarnacol AD Board Adhesive S-AD-BA Continuous % to %-inch wide ribbons, max. 12-inch o.c.
Sarnacol OM Board Adhesive S-OM-BA Continuous 0.75 to 1-inch wide ribbons, max. 12-inch o.c.
. ) . FL41878 . . . . .
Altenloh, Brink & Co. US, Inc. Trufast Roofing Adhesive TF-RA NOA 24-0521.02 Continuous 1 to 1.5-inch wide ribbons, max. 12-inch o.c.
ICP Constructi Polyset Board-Max P-BM NOA 22-0614.11 | Continuous 3-inch wide ribbons, max. 12-inch o.c.
onstruction
Polyset Commerical Roof Adhesive P-CRA NOA 23-0718.11 | Continuous 2.5 to 3.5-inch wide ribbons, max. 12-inch o.c.
Generic, ASTM D312, Type IV hot asphalt N/A N/A Full coverage at 25-30 Ibs/square
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7  Unless otherwise noted, all insulations are flat-stock or taper board of the minimum thickness noted. Tapered polyisocyanurate at the following thickness limitations may be substituted with the following
Maximum Design Pressure (MDP) limitations. In no case shall these values be used to ‘increase’ the MDP listings in the tables; rather if MDP listing below meets or exceeds that listed for a particular system in
the tables, then the thinner board listed below may be used as a drop-in for the equivalent thicker material listed in the table.

MDP LIMITATIONS FOR TAPERED POLYISOCYANURATE INSULATIONS
ADHESIVE INSULATION MIN. TAPERED THICKNESS (IN) MDP (psF)
S-OM-BA Sarnatherm-R ISO 0.5 -45.0
S-OM-BA Sarnatherm-H ISO 0.5 -315.0
S-OM-BA Sarnatherm-A CG 0.5 -345.0
S-OM-BA Sarnatherm-A ISO 0.5 -487.5
P-CRA Any polyisocyanurate listed herein 1.0 -117.5

8 Bonded polyisocyanurate insulation boards shall be maximum 4 x 4 ft.

9  For mechanically attached components, the maximum design pressure for the selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in accordance with FBC HVHZ 1620 or
Roofing Application Standard RAS 128. Elevated pressure zones shall employ an attachment density designed by a qualified design professional to resist the elevated pressure criteria in accordance with Roofing
Application Standard RAS 117 or Roofing Application Standard RAS 137. *This extrapolation is not permitted for systems marked with an asterisk*

10 For assemblies marked with an asterisk*, the maximum design pressure for the selected assembly shall meet or exceed critical design pressure determined in accordance with FBC Chapter 16. No rational analysis
is permitted for these systems.

11  For mechanically attached components over existing decks, fasteners shall be tested in the existing deck for withdrawal resistance in accordance with Testing Application Standard TAS 105. A qualified design
professional shall review the data for comparison to the minimum requirements for the system. Should the fastener resistance be less than that required, a revised fastener spacing — prepared, signed and sealed
by a qualified design professional in accordance with Roofing Application Standard RAS 117 or Roofing Application Standard RAS 137 — may be submitted to the Building Official for review and acceptance.

12 Refer to FBC HVHZ 1521 for requirements and limitations regarding recover installations. For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the existing deck
or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any surface conditions exist that bring system performance into question, field uplift testing shall be conducted on
mock-ups of the proposed new roof assembly. For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall be capable of resisting project design pressures
on its own merit to the satisfaction of the Authority Having Jurisdiction, as documented through field uplift testing in accordance with Testing Application Standard TAS 124.

12A  Reference to “Existing gravel-surfaced asphaltic built-up roof, brushed / spudded and vacuumed to
remove loose gravel” in Table 7A is intended to convey an as-tested condition whereby any loose-gravel
that does not remain embedded in the asphalt flood coat after brushing and/or spudding be removed.
The gravel that remains embedded in the asphalt flood coat remains.
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13 For Structural Concrete Deck or Recover Applications using System Type C-1 the base insulation layer is optional and for System Type C-2, D-1 or D-2, the insulation is optional. Alternatively, an FBC HVHZ
Approved insulation board or coverboard may be used as a separation layer. Board products shall be prelim. attach prior to roof cover installation (Note 5). The separator component shall be documented as
meeting FBC HVHZ 1516 and, for foam plastic, FBC Chapter 26, when installed with the roof cover in Recover applications.

14 Lightweight insulating concrete (LWIC) shall be cast in accordance with FBC Section 1917 to the satisfaction of the Authority Having Jurisdiction. For systems where specific LWIC is referenced, refer to current
LWIC FBC HVHZ Product Approval for specific deck construction and limitations. Unless otherwise noted, for systems where specific LWIC is not referenced, the minimum design mix shall be 300 psi. In all cases,
the minimum top-coat thickness is 2-inches. For LWIC over structural concrete, reference is made to FBC Section 1917.4.1, Point 1.

14A  For “pre-existent” LWIC references, listings were established through testing over lightweight concrete cast using only foaming agent (ASTM C896), water and Portland cement (ASTM C150), with no proprietary
additives, in accordance with procedures adopted by Miami-Dade BCCO (FBC CER1592). Use of these listings in new construction or re-roof (tear-off) applications is at the discretion of the Designer or Record and
Authority Having Jurisdiction.
As a field QA measure of the pre-existent cellular lightweight concrete:
» Compressive strength testing shall be conducted in accordance with ASTM €513 and shall yield an average result as per the system listing.
» Field withdrawal resistance testing in accordance with Note 11 shall yield an average result as per the system listing.
» If question exists as to wind uplift performance of the pre-existent cellular lightweight concrete, or adhesion to the LWC surface, field uplift testing in accordance with Note 12 is recommended.
All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction
15 For bonded membrane applications, unless otherwise noted, refer to the following.
MEMBRANE / ADHESIVE COMBINATIONS
REFERENCE LAYER MEMBRANE ADHESIVE METHOD RATE
Contact 0.75 to 2 gal/square to substrate; 0.5 gal/square to membrane backside
BB-S2170 Roof Cover: | G410, S327 or Sikaplan Universal Sarnacol 2170 ) To Sarnatherm Roof Board-A Ill, Sarnatherm Roof Board-H or Sarnatherm Composite Roof
(both sides) !
Board-H: 0.75 gal/square per side
Contact 0.75 to 2 gal/square to substrate; 0.5 gal/square to membrane backside
BB-S2170-VC Roof Cover: | G410, S327 or Sikaplan Universal Sarnacol 2170 VC (both sides) To Sarnatherm Roof Board-A Ill, Sarnatherm Roof Board-H or Sarnatherm Composite Roof
Board-H: 0.75 gal/square per side
Contact
BB-S2175 Roof Cover: | G410, S327 Sarnacol 2175 (k?(?tr?Zides) 2.5 to 3.5 Ib/square per side (5 to 7 Ib/square finish)
Wet |
BB-S2121 Roof Cover: | G410, S327 or Sikaplan Universal Sarnacol 2121 (sfk:s?;te) 0.75 to 2.25 gal/square, depending on substrate porosity
. : Wet lay
BB-S2121-VC Roof Cover: | G410, S327 or Sikaplan Universal Sarnacol 2121-VC (substrate) 0.75 to 1 gal/square
Note: Henceforth “Feltback” is designated as “FB”.
) 1.0 to 1.25 gal/square
FB-S2170 Roof Cover: G4.10 FB, 5327 F8 or Sikaplan Sarnacol 2170 Wet lay To Sarnatherm Roof Board-A Ill, Sarnatherm Roof Board-H or Sarnatherm Composite Roof
Universal FB (substrate) L
Board-H: 1.5 gal/square applied in two equal quotes to the substrate
G410 FB, S327 FB or Sikapl Wet | . s
FB-S2170-VC Roof Cover: . oriikaplan Sarnacol 2170 VC etlay Two coats with total application rate of 2.0 gal/square
Universal FB (substrate)
| GA410FB, S327 FB or Sikaplan Wet lay . .
FB-S2121 Roof Cover: Universal EB Sarnacol 2121 (substrate) 0.75 to 2.25 gal/square, depending on substrate porosity
G410 FB, S327 FB or Sikaplan Wet lay . .
B-S2121- : Y 2121 X 1 3
FB-S. VC Roof Cover: Universal FB Sarnacol VC (substrate) 0.75 to 1 gal/square, depending on substrate porosity
) . . Sikaplan Single-Step Wet lay . .
FB-SSMA Roof Cover: | Sikaplan Universal FB Membrane Adhesive (substrate) 0.75 to 2.25 gal/square, depending on substrate porosity
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MEMBRANE / ADHESIVE COMBINATIONS

138 or SikaShield VB 42 S 3 mm

REFERENCE LAYER MEMBRANE ADHESIVE METHOD RATE
Roof Cover or | G410 FB, $327 FB or Sikaplan Sarnacol AD Feltback Wet lay Continuous 0.5-inch wide ribbons spaced és notesﬁ in tables hereln.or §patter pattern at 0.55
FB-SAD-FMA . . to 0.75 gal/square. Note: For membrane installation, spatter-application may be used as an
Cap Ply: | Universal FB Membrane Adhesive (substrate) . . . .
alternate to ribbon-application herein.
Roof Cover or | G410 FB, S327 FB or Sikaplan Sarnacol OM Feltback Wet lay . . w . .
FB-SOM-FMA CapPly: | Universal FB Membrane Adhesive (substrate) Continuous 0.5-inch wide ribbons spaced as noted in tables herein.
Roof Cover or | G410 FB, S327 FB or Sikaplan . Wet lay
FB-SAD-A Cap Ply: | Universal FB Sarnacol AD Adhesive (substrate) Spatter pattern at 0.55 to 0.75 gal/square
Roof Cover or | G410 FB, S327 FB or Sikaplan . Wet lay
FB-OB500 Cap Ply: | Universal FB OlyBond 500 Canister (substrate) Spatter pattern at 0.32 gal/square
Roof Cover or | G410 FB, S327 FB or Sikaplan Trufast Roofing Adhesive Wet lay
FB-TRA Cap Ply: | Universal FB Tanks (substrate) Splatter pattern at 3.0 Ibs/square.
Wet |
SBS-AA Base Ply or Ply: | Ply Sheet HA 87 or Ply Sheet HA 118 | Hot Asphalt SoR’ 20-40 Ibs/square
(substrate)
. ) . . Wet lay
SBS-SHF Base Ply: | SikaShield E54 SF 3 mm Sika Adhesive HF Full-coverage at 1.5 — 2.0 gal/square
(substrate)
Vapor Retarder Adhesive Wet lay Full-coverage at 1.5 — 2.5 gal/square
SBS-VRA-CA Base Ply: Ply Sheet HA 87 or Ply Sheet HA 118
4 Y Y CA (substrate) or 0.5 to 1-inch wide ribbons spaced as noted; laps sealed with VRA-CA
\'% Ri Adhesi Wet |
SBS-VRA-CA-SB Base Ply: | Ply Sheet HA 87 or Ply Sheet HA 118 CZ'-DSOI; i der Adggalve (sfktsta:/ate) Full-coverage at 1.5 - 2.0 gal/square
SBS-SA Base Ply: | Vapor Retarder SA 106 Self-adhering N/A Self-adhering, full-bond
Ply Sh TA 87 or V R
SBS-TA1 Base Ply: TAy 1S3§et 87 or Vapor Retarder Torch-Applied N/A Torch-applied, full-bond
SBS-TA2 Base Ply: | SikaShield E54 PE 3 mm Torch-Applied N/A Torch-applied, full-bond
Wet |
VB-AA Vapor Barrier: | Ply Sheet HA 87 or Ply Sheet HA 118 | Hot Asphalt etlay 20-40 Ibs/square
(substrate)
. Ply Sheet HA 87, Ply Sheet HA 118 : . Wet lay
VB-CA1 \% B : ki h HF Full- 1.5-2. |
C. apor Barrier or SikaShield VB P42 SF 3 mm Sika Adhesive (substrate) ull-coverage at 1.5 0 gal/square
\'% Ri Adhesi Wet |
VB-CA2 Vapor Barrier: | Ply Sheet HA 87 or Ply Sheet HA 118 Czpor e Adhesive (sfk:sf;te) Full-coverage at 1.5 — 2.5 gal/square
. Vapor Retarder Adhesive Wet lay
VB-CA \% B : Pl Ply Sh A 11 Full- 1.5-2. |
CA3 apor Barrier y Sheet HA 87 or Ply Sheet H 8 CA-SB (substrate) ull-coverage at 1.5 - 2.0 gal/square
Substrate primed with Vapor Retarder Primer SB or Vapor Retarder Primer VC
VB-SA1 Vapor Barrier: | Vapor Retarder SA 31 Self-adhering N/A p P P
Self-adhering, full-bond
Substrat imed with V. Retarder Pri SB or V. Retarder Pri VC
VB-SA2 Vapor Barrier: | Vapor Retarder SA 106 Self-adhering N/A ubstrate ane w apor Retarder Frimer 58 or Vapor Retarcer Frimer
Self-adhering, full-bond
Ply Sheet TA 87, V. Retarder TA . .
VB-TA Vapor Barrier: y ohee e e Torch-Applied N/A Torch-applied, full-bond

15A  For single-ply membranes in System Type D-1 steel deck applications, the roof membrane shall be run with its length perpendicular to the steel deck flutes. For membrane attachment using batten-strips, batten-
strip end laps shall be spliced with sufficient dimension to allow for minimum 2-fasteners at each batten-strip lap.

15B  For System Type C-2 (induction weld), care shall be taken to ensure that the Plate do not line-up with membrane seams. This condition may preclude proper induction welding of the membrane to the Plate
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MDP LIMITATIONS FOR PRIMED SUBSTRATE APPLICATIONS
SUBSTRATE PRIMER RoOF CoVER (NOTE 15) MDP (PsF)
Z?:ﬂi:ﬂiﬂ 222; Efﬁ:ﬂﬁ '(')'r Detec Systems “TruGround Conductive Primer”, | BB-2170, BB-2170-VC, BB-2175, BB-2121-VC, ), 8
Sarnatherm Roof Board-R roller-applied at 0.4 gal/square FB-2170, FB-2170-VC or FB-2121-VC
DensDeck Prime Detec Systems “TruGround Conductive Primer”, BB-2170, BB-2170-VC, BB-2175, BB-2121-VC, 2175
roller-applied at 0.4 gal/square FB-2170, FB-2170-VC or FB-2121-VC ’

NEmoO | etc.e

15¢c  For System Types A-1, A-2, B-1 or B-2, the following substrate / primer / membrane-adhesive combinations may be used with the noted Maximum Design Pressure (MDP) limitations. The lesser of the MDP listings
below vs. that for the selected assembly applies.

15D  For System Types C-2, D-1 or D-2, the top insulation layer may be optionally primed with Detec Systems “TruGround Conductive Primer”, roller-applied at 0.4 gal/square prior to membrane installation. For System
Type C-2, do not contaminate the induction weld stress plate with primer.

16 Thermal Barrier and/or Vapor Barrier Options:

16A  Structural Concrete Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.

CONCRETE DECKS: VAPOR BARRIER OPTIONS, FOLLOWED BY BONDED INSULATION
INSULATION ADHESIVE PER MDP
OPTION # PRIMER VAPOR BARRIER (NOTE 15) TABLE 3AOR 3B @
(NoTES 6,7 & 8)
C-VB-1. None VB-CA3 S-OM-BA -120.0
C-VB-2. ASTM D41 or Vapor Retarder Primer TA VB-AA S-OM-BA -165.0
C-VB-3. None VB-CA2, full coverage S-OM-BA -165.0
C-VB-4. Vapor Retarder Primer SB or Vapor Retarder Primer VC VB-SA1 or VB-SA2 S-OM-BA -167.5
C-VB-5. None VB-CAl S-OM-BA -167.5
C-VB-6. ASTM D41 or Vapor Retarder Primer TA VB-TA S-OM-BA -167.5
C-VB-7. ASTM D41 or Vapor Retarder Primer TA One or two plies ASTM D4601 base and/or ASTM D2178, type IV or VI ply sheet in hot asphalt | S-OM-BA -352.5
C-VB-8. None VB-CA3 S-2163, S-AD-A or S-AD-BA -120.0
C-VB-9. None VaproShield “SlopeShield Plus SA” (FL46829) S-2163, S-AD-A or S-AD-BA -135.0
C-VB-10. Vapor Retarder Primer TA VB-AA S$-2163, S-AD-A or S-AD-BA -165.0
C-VB-11. None VB-CA2, full coverage S-2163, S-AD-A or S-AD-BA -165.0
C-VB-12. Vapor Retarder Primer SB or Vapor Retarder Primer VC VB-SA1 S-AD-A -167.5
C-VB-13. None VB-CAl S-2163, S-AD-A or S-AD-BA -167.5
C-VB-14. Vapor Retarder Primer TA VB-TA S-2163, S-AD-A or S-AD-BA -167.5
C-VB-15. None VaproShield “BlockShield SA Plus” (FL46829) S-2163, S-AD-A or S-AD-BA -185.0
C-VB-16. None VaproShield “BlockShield SA Plus” (FL46829) S-2163, S-AD-A or S-AD-BA, 6-inch o.c. -202.5
C-VB-17. Millennium Sprayable Single-Ply Bonding Adhesive VaproShield “SlopeShield Plus SA” (FL46829) S-2163, S-AD-A or S-AD-BA -222.5
C-VB-18. Vapor Retarder Primer SB or Vapor Retarder Primer VC VB-SA1 S-2163 or S-AD-BA -240.0
C-VB-19. Millennium Sprayable Single-Ply Bonding Adhesive VaproShield “BlockShield SA Plus” (FL46829) S-2163, S-AD-A or S-AD-BA -250.0
C-VB-20. ASTM D41 or Vapor Retarder Primer TA VB-AA S$-2163, S-AD-A or S-AD-BA -270.0
C-VB-21. Vapor Retarder Primer SB or Vapor Retarder Primer VC VB-SA2 S-2163, S-AD-A or S-AD-BA -315.0
C-VB-22. ASTM D41 or Vapor Retarder Primer TA VB-TA S-AD-A -375.0
C-VB-23. ASTM D41 or Vapor Retarder Primer TA VB-TA S-2163 or S-AD-BA -382.5
. Optional ASTM D4601 base or ASTM D2178, type IV or VI ply sheet in hot asphalt followed b
C-VB-24. ASTM D41 or Vapor Retar(y Primagigd SgPREMA ELASTOPHENE Flam GR or SOPRALgISE Flam 188 Zr 250 GR torch-gpplied Y| P-BMor p-cRA -169.0
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CONCRETE DECKS: VAPOR BARRIER OPTIONS, FOLLOWED BY BONDED INSULATION

INSULATION ADHESIVE PER MDP
OPTION # PRIMER VAPOR BARRIER (NOTE 15) TABLE 3AOR 3B @
(NoTES 6,7 & 8)

C-VB-25. Vapor Retarder Primer SB or Vapor Retarder Primer VC VB-SA1 P-BM or P-CRA -262.5

C-VB-26. ASTM D41 or Vapor Retarder Primer TA One or two plies ASTM D4601 base and/or ASTM D2178, type IV or VI ply sheet in hot asphalt P-BM or P-CRA -262.5
. Optional ASTM D4601 base or ASTM D2178, type IV or VI ply sheet followed by SOPREMA

CVB-27. ASTM D41 or Vapor Retarder Primer TA ELpASTOPHENE GR or SOPRALENE 180 or 250 gg in hot aspph:It y 4 2625
Optional ASTM D4601 base or ASTM D2178, type IV or VI ply sheet followed by SOPREMA

CvB-28. ASTM D41 or Vapor Retarder Primer TA ELpASTOPHENE GR or SOPRALENE 180 or 250 Gyr’z) in hot aspph:It ! P-CRA -270.0

C-VB-29. Vapor Retarder Primer SB or Vapor Retarder Primer VC VB-SA1 or VB-SA2 TF-RA -167.5

C-VB-30. None VB-CAl TF-RA -167.5

C-VB-31. ASTM D41 or Vapor Retarder Primer TA VB-TA TF-RA -167.5

16B  Decks followed by Vapor Barrier followed by Lightweight Concrete (LWC): The lesser of the MDP listings below vs. that for the selected assembly from the Lightweight Concrete tables applies:

DEeck FOLLOWED BY VAPOR BARRIER FOLLOWED BY LWC PER LWC SYSTEM TABLES

OPTION # DEeck PRIMER VAPOR BARRIER (NOTE 15) MDP (psF)
LWC-VB-1.| Structural concrete None VaproShield “SlopeShield Plus SA” (FL46829) or VaproShield “BlockShield SA Plus” (FL46829) -235.0
LWC-VB-2. | Structural concrete ASTM D41 or Vapor Retarder Primer TA VB-TA -367.5

16C  For System Types B-1, C-1, C-2, D-1 or Type D-2, Vapor Retarder PE 10, Vapor Retarder SA 31, Vapor Retarder SA 106 (structural concrete only), Vapor Retarder TA 138 (structural concrete only), SikaShield VB 42 S 3
mm (structural concrete only), VaproShield “SlopeShield Plus SA” (FL46829) or VaproShield “BlockShield SA Plus” (FL46829) may be installed atop the roof deck prior to installation of the insulation and roof cover.
Refer to FM Loss Prevention Data Sheet 1-29 for design and installation recommendations and limitations.
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17  Unless otherwise noted, insulation or coverboard attachment patterns for Type B-1, Type B-2 and Type C-1 systems are as outlined below.

NEmoO | etc.e

INSULATION ATTACHMENT PATTERNS — 4X4 FT BOARDS
-12-in.- 24-in. - 6-in.~—~-18-in. - 6-in. 6-in. + -~ 18-in. - 6-in. 6-in. - -~ 18-in. - 6-in.
T T i | i ]
12-in. i 6-in 6-in.
1 i b
1 18-in. 12-in.
o4 : 24-in 1
jin. 12-in.
18-in. L 1
i 6-in 6-in.
12-in. 6-in ! '
| T 6-in -12-in.~ 6-in.
1 per 4.0 ft2 (4 per board) 1 per 3.2 ft2 (5 per board) 1 per 2.7 ft2 (6 per board) 1 per 2.0 ft2 (8 per board)
6-in. == 18-in. - 6-in. 6-in. - -~ 18-in. - 6-in. 6-in.~—-18-in. 1 6-in. 6-in.+~—12-in.~- 6-in.
|- T T T i 1 T i i [
| 12-in. ! | - ! |
! 12-in 12-in 12-in
18-in | 1 |
| 24-in. 12-in 12in 12in
18-in 1 12-in ¥
| 12-in | 12,“1
: 12-in. ! 6-in. 6-in.
6-in | 6-in f T i
i i ~-18-in. -~ -6-in. -12-in.~—6-in.
1 per 1.8 ft2 (9 per board) 1 per 1.6 ft2 (10 per board) 1 per 1.3 ft2 (12 per board) 1 per 1.0 ft2 (16 per board)
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INSULATION ATTACHMENT PATTERNS — 4X8 FT BOARDS
-12-in.- 12-in.4 - 12-in.f- - 6-in. ~6-in. 6-in. = -~ 18-in. -
12-in. 12:in 12-in. 12-in 12-in. E-‘in
: - ' ! i 18-in.
12-in .
24-in. | 24-in. 24-in 24-in.
12-in | 18-in.
24-in. i W i
24-in. 24in 24-in 24-in. 12‘|n.
! ' [ 18-in.
12-in. 24-in. 24-in 24-in.
24-in. : )
12-in. | | : 18-in.
t i 12-in. 12-in 12-in. ;
. . 6-in.
12-in, 12-in. 1 | ' . | !
' ' —24-in— ~—24-in.— =12-in.- 24-in.
1 per 4.0 ft2 (8 per board) 1 per 3.2 ft2 (10 per board) 1 per 2.9 ft2 (11 per board) 1 per 2.7 ft2 (12 per board) 1 per 2.0 ft2 (16 per board)
- - 6in. 6-in. |~~~ 18-in. -+~ 6-in. 6-in. - - 18-in. - B-in. B-in. -~ -12-in.-
| ! | L | ! ! !
6-in. f 6-in. _ _ 6-in. 6-in. 6-in.
) 18;in. | 24-in. 12-in. 12-in. 12-in.
18-in. 18-in. : : | i f
| . : : :
f 12-in. { 12-in. 12-in 12-in.
1 1 ! i
18:in. f 18-in. 125 124in 12-in.
! 18-in. I ' : §
12-in. ) o & 12}in_ 124in. 12‘-in 12-in.
18-in I 12-in 12-in.
- 12-in.
18;in. | 18Ln. ! !
12'm. { 125in. 121—|n 12:|n<
18-in. ! e} H |
f ¥ 12-in -in.
‘ _ 131'”' 24-in. 12-in. ‘ | 12in
6-in. 18-in. L 6-in. 6-in.
! | 6-in. 6-in. i !
24-in. i i -—24-in. -12-in.- - 6-in.
1 per 1.8 ft2 (18 per board) 1 per 1.6 ft2 (20 per board) 1 per 1.45 ft2 (22 per board) 1 per 1.3 ft2 (24 per board) 1 per 1.0 ft2 (32 per board)

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ

Sika Sarnafil; (781) 828-5400
TOP OF APPENDIX

PEER-SIKA-001.B.R19 for FL9274-R37 (HVHZ)
Revision 19: 06/10/2026
Appendix 1, Page 9 of 91



NEmoO | etc.e

18 The following products are interchangeable within the scope of this Evaluation Report:

ACCEPTABLE ALTERNATES
ALTERNATE
SuB-CATEGORY By LisTED PRODUCT HEREIN PRODUCT FBC FiLE oR NOA
ROOFING INSULATION | Georgia-Pacific Gypsum DensDeck Prime DensDeck StormX Prime Roof Board 22-1223.04

19  Sika SolaRoof surfacing options atop the Sika Sarnafil roof cover are as follows. The Maximum Design Pressure (MDP) of the Sika SolaRoof surfacing may be different from that of the selected underlaying roof

assembly.
SIKA SOLAROOF SURFACING OPTIONS AND LIMITATIONS
SIKA SOLAROOF
1
SYSTEM DEck TYPE SARNAROOF MOUNT-2 SARNAROOF CLick PVC S AR YL
COVERBOARD RoOF COVER (23.5-INCH LONG) (ReFER TO PEER SECTION 5.8) MDP
Type (Note 1) CONFIGURATION P
MouNnT Row SELF- ATTACHMENT TO ATTACHMENT ATTACHMENT TO PSF
QUANTITY QUANTITY TYPE
SPACING SPACING SECUREMENT MounT TO MOUNT RAILS
Min. 0.25-inch JA Solar :ﬁ;:sr?r:jtiurl:ils
FBC HVHZ O 1) bracket !
Approved Max. 62- Min. 3.9- Two (2) per for:'esi(k;: Scr:;‘acre Two (2) per One (1) M12 Module and is secured to
Type C-2 PP Min. 60-mil ax. - = P "ol mount, one | Special T-Bolt | JAM54D30 | the upper rail
Steel or cement board . . inch o.c., inch o.c. mount, one Click with two i N
Table 2J S327, single tilt (south i R at lower with one (1) (390- using two (2)
- structural or gypsum X . N with oneon | between N/A on each side, (2) bracket for " R -52.5
or induction facing) X . and one at M12 Special 415/MB) or grounding
concrete board, each end of | each row heat welded Sika Solar Click
Table 3C welded upper end T-Bolt Nut at JAMS54D40 clamps, one at
—_— attached per the rows of mounts to roof cover screws per .
Type C-2 connection of mount each rail (410- each upper
vP . 435/MB) corner of the
listings herein
module
Min. 0.25-inch The two (2) JA Solar Slaicciz;?riiurlaeils
FBC HVHZ f O 1) bracket ’
¢ Min. 3.9- Imou?ts or eagl ne.( ) bracke Two (2) per One (1) M12 Module and is secured to
Approved . . Max. 62- . tent' are Two (2) per for Sika Solar h .
Type C-2 Min. 60-mil . . inch o.c. . K mount, one Special T-Bolt | JAMS54D30 the upper rail
Steel or cement board dual-tilt (east- inch o.c., secured to each mount, one Click with two . .
Table 2J $327, . . between . R at lower with one (1) (390- using two (2)
- structural or gypsum X . west); 'tent- with one on other by riveted on each side, (2) bracket for . . -60.0
or induction X - each K . and one at M12 Special 415/MB) or grounding
concrete board, configuration eachendof | | \ tabs on each heat welded Sika Solar Click
Table 3C welded tent' of . upper end T-Bolt Nut at JAMS54D40 clamps, one at
e attached per the rows side of the to roof cover screws per .
Type C-2 mounts mount; one (1) nnection of mount each rail (410- each upper
‘yp ) ) i connectio 435/MB) corner of the
listings herein rivet per tab.
module

20 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads. Refer to FBC (HVHZ) 1620 and Roofing Application Standard RAS 128 for determination of design
wind loads. (Notes 9 and 10)

! Reference to specific PV modules herein reflect ‘as-tested’ conditions, per FM Standard 4478, which are provided as guidance for use at the discretion of the Designer or Record and Authority Having Jurisdiction. Neither
NEMO | etc. nor Robert Nieminen, P.E. purport to evaluate the referenced PV modules for compliance with the Florida Building Code.
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ PEER-SIKA-001.B.R19 for FL9274-R37 (HVHZ)
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NEmoO | etc.e
TABLE 1A: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

: MECHANICALLY CHED THERMAL BARRIE ONDED TEMP ROOF, BONDE ION, BONDED ROOF COVER
Thermal Barrier Insulation Layer(s
Sys Deck Vap.or yer(s) ibp
No. (Note 1) Type Fasten | Attach Bamel T Attach Roof Cover (Note 15) o
P (Note 11) | (Note 17) (Note 15) o (Notes 6,7,8)
BAREBACK MEMBRANES:
Nomlnal 1.5- | Min. 0.5-inch 1 per VB-SA1L or Min. 1.5-inch Sarnatherm-A ISO, .Sarnath(.-:'rm—H ISO or S-2163, S-AD-A, BB-52170, BB-52170-VC, BB-52175, BB-52121
W-1. inch wood DensDeck Note 2 Sarnatherm-R ISO followed by min. 0.25-inch DensDeck | S-AD-BA or S- -45.0%*
. 4.0 ft? VB-SA2 . or BB-S2121-VC
plank Prime Prime OM-BA
Nominal 1.5--| Min. 0.5-inch 1per | VB-SAlor sMaIrnr{alt'hS;rrr]nc-hRslzg?gl]lzzvme?k:i?ﬁisnar(r; 3?T;$-géi?e<ﬁrFA 5-2163, S-AD-A,
3 ) .0.25- AN ] } : ! } } ) "
W-2 inch wood De.nsDeck Note 2 20f | vB-sa2 Glass Mat Roof Board or 7/16-inch DEXcell Cement Roof S-AD-BA or S BB-S2170, BB-52170-VC, BB-S2175 or BB-S2121 45.0
plank Prime OM-BA
Board
Nominal 1.5- | Min. 0.5-inch 1 per VB-SA1 or Min. 1.5-inch Sarnatherm-A 1SO, Sarnatherm-H ISO or S-2163, S-AD-A,
W-3. inch wood DensDeck Note 2 4 (?ftz VB-SA2 Sarnatherm-R ISO followed by min. 0.25-inch S-AD-BA or S- BB-52170, BB-S2170-VC or BB-52175 -45.0*
plank Prime : SECUROCK Ultralight Coated Glass-Mat Roof Board OM-BA
FELTBACK MEMBRANES:
Nominal 1.5- | Min. 0.5-inch 1 per VB-SA1 or Min. 1.5-inch Sarnatherm-A I1SO, Sarnatherm-H ISO or S-2163, S-AD-A, | FB-S2170, FB-S2170-VC, FB-S2121, FB-S2121-
W-4. inch wood DensDeck Note 2 4 CF))ftz VB-SA2 Sarnatherm-R ISO followed by min. 0.25-inch DensDeck S-AD-BA or S- VC, FB-SAD-FMA 12-inch o.c., FB-SOM-FMA 12- | -45.0%
plank Prime ’ Prime OM-BA inch o.c., FB-SAD-A, FB-OB500 or FB-TRA
. . . Min. 1.5-inch Sarnatherm-A I1SO, Sarnatherm-H ISO or
Wes I'\r']cc’hmwz(ljis '\D/';:;gfc'l'(mh Nos | 1per | vBSALor | Samatherm-RISO followed by min. 0.25-inch DEXcell FA | o500, 0™ | FB-52170, FB-52170-C, FB-52121, FBSADA, | . o,
. 4.0 ft? VB-SA2 Glass Mat Roof Board or 7/16-inch DEXcell Cement Roof FB-OB500 or FB-TRA :
plank Prime OM-BA
Board
!\lomlnal 1.5- | Min. 0.5-inch 1 per VB-SA1 or Min. 1.5-inch Sarnatherm-A I1SO, .Sarnath‘.srm-H ISO or S-2163, S-AD-A, FB-52170, FB-52170-VC, FB-52121, FB-52121-
W-6 inch wood DensDeck Note 2 205 | vB-saa Sarnatherm-R 1SO followed by min. 0.25-inch S-AD-BA or S- VC. EB-SAD-A. FB-OB500 or FB-TRA -45.0%
plank Prime ’ SECUROCK Gypsum-Fiber Roof Board OM-BA ! !
Nominal 1.5- | Min. 0.5-inch Min. 1.5-inch Sarnatherm-A 1SO, Sarnatherm-H 1SO or S-2163, S-AD-A,
W-7. inch wood DensDeck Note 2 415;2 xg:zﬁ; °" | sarnatherm-R ISO followed by min. 0.25-inch S-AD-BA or S- Eg:i;}:o’ FB-52170-VC, FB-SAD-A, FB-OB500 or -45.0*
plank Prime : SECUROCK Ultralight Coated Glass-Mat Roof Board OM-BA
SELF-ADHERING MEMBRANES:
Nominal 1.5- | Min. 0.5-inch 1 per VB-SA1 or Min. 1.5-inch Sarnatherm-A 1SO, Sarnatherm-H 1SO or S-2163, S-AD-A,
W-8. inch wood DensDeck Note 2 4 (?ftz VB-SA2 Sarnatherm-R ISO followed by min. 0.25-inch DensDeck | S-AD-BA or S- G410 SA or G410 SA FB, self-adhering -45.0*
plank Prime \ Prime or DEXcell FA Glass Mat Roof Board OM-BA
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TABLE 18: WOOD DECKS - NEW CONST! TION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE : MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
e e P Top Insulation Layer s
ystem ec ase Insulation Layer
Roof C Note 15
No. (Note 1) (Note 3, Note 13) Type Fastener | Attach oof Cover (Note 15) (psf)
(Note 11) (Note 17)
BAREBACK MEMBRANE APPLICATIONS:
. . (Optional) One or more layers, . . 1 per BB-S2170, BB-S2170-VC, BB-S2175, BB-S2121 or
7 ” 30 R ~ _ *
W-9. Min. 23/32” (nominal %”) CDX plywood any combination, loose laid Min. 1.5-inch Sarnatherm-A ISO Note 2 202 BB-S2121.VC 45.0
. . (Optional) One or more layers, . . . 1 per BB-S2170, BB-S2170-VC, BB-S2175, BB-S2121 or
L ” 3/m _ - *
W-10 Min. 23/32” (nominal %”) CDX plywood any combination, loose laid Min. 0.25-inch DensDeck Prime Note 2 2.0 22 BB-S2121.VC 45.0
(Optional) One or more layers, Min. 0.25-inch DEXcell@g Glass 1 per
W-11 Min. 23/32” (nominal %”) CDX plywood P L y ! Mat Roof Board or 7/16-inch Note 2 P BB-52170, BB-S2170-VC, BB-S2175 or BB-S2121 -45.0*
any combination, loose laid 2.0 ft?
DEXcell Cement Roof Board
(Optional) One or more layers, Min. 0.25-I0ggefCUROCK 1 per
W-12 Min. 23/32” (nominal %”) CDX plywood p L y ! Ultralight Coated Glass-Mat Roof Note 2 P ) BB-S2170, BB-S2170-VC or BB-S2175 -45.0*
any combination, loose laid 2.0 ft
Board
Min. 23/32” (nominal %”) CDX plywood (Optional) One or more layers, . \ . 1 per BB-S2170, BB-S2170-VC, BB-S2175, BB-S2121 or
LA at 24” span; 8d ring shank nails, 6” o.c. any combination, loose laid Min. 0.25-Tiglh DensDeck Prime ) 1.6 ft? BB-52121-VC 67.5
(Optional) One or more layers, priin. SQlInciNgglcell FA Glass 1 per
W-14 Min. 23/32” (nominal %”) CDX plywood p . y ! Mat Roof Board or 7/16-inch Note 2 P ) BB-S2170, BB-S2170-VC, BB-S2175 or BB-S2121 -67.5
any combination, loose laid 1.6 ft
DEXcell Cement Roof Board
Min. 0.25-inch SECUROCK
w-15. | Min.23/32" (nominal %) CDX plywood | (Optional) One or more layers, Ultralight Coated Glass-Mat Roof | Note 2 1Per | Bg.52170, BB-S2170-VC or BB-52175 67.5
at 24” span; 8d ring shank nails, 6” o.c. any combination, loose laid Board 1.6 ft?
FELTBACK MEMBRANE APPLICATIONS:
) . (Optional) One or more layers, . . 1 per FB-S2170, FB-S2170-VC, FB-52121, FB-S2121-VC,
L ” 3/m ) . B *
W-16. Min. 23/32” (nominal %”) CDX plywood any combination, lobse laid Min. 1.5-inch Sarnatherm-A I1SO Note 2 201 FB-SSMA, FB-SAD-A, FB-OB500 or FB-TRA 45.0
. . (Optional) One or more layers, . . . 1 per FB-S2170, FB-S2170-VC, FB-S2121, FB-S2121-VC,
L ” 347 0.25- 45.0*
W-17. Min. 23/32” (nominal %”) CDX plywood s bination, lod R Min. 0.25-inch DensDeck Prime Note 2 2012 FB-SSMA, FB-SAD-A, FB-OB500 or FB-TRA 45.0
. Min. 0.25-inch DEXcell FA Glass
W-18. Min. 23/32” (nominal %”) CDX plywood (Optlonal). On.e or more Iayers, Mat Roof Board or 7/16-inch Note 2 1 per FB-52170, FB-52170-VC, FB-52121, FB-SAD-A, FB- -45.0*
any combination, loose laid 2.0 ft? OB500 or FB-TRA
DEXcell Cement Roof Board
) . (Optional) One or more layers, Min. 0.25-inch SECUROCK Gypsum- 1 per FB-S2170, FB-S2170-VC, FB-52121, FB-S2121-VC,
L ” 3/m B *
W-19. | Min. 23/32” {nominal %7) CDX plywood | 2 0 pination, loose laid Fiber Roof Board Note 2 2.0t | FB-SAD-A, FB-OBS500 or FB-TRA 45.0
. Min. 0.25-inch SECUROCK
W-20. | Min. 23/32” (nominal %”) CDX plywood | (OPtional) One or more layers, Ultralight Coated Glass-Mat Roof | Note 2 1per | FB-52170, FB-S2170-VC, FB-SAD-A, FB-OB300 or 45,0
any combination, loose laid 2.0 ft FB-TRA
Board
in. 19/32” i ") CD in. 0.25-i DE
Min. 19/32” (nominal 5/8") CDX (Optional) One or more layers, Min. 0.25-inch DEXcell FA Glass 1per | FB-52170, FB-S2170-VC, FB-52121, FB-SAD-A, FB-
W-21 plywood; 2 ft span; 8d ring shank nails, ny ) Mat Roof Board or 7/16-inch Note 2 -52.5
” any combination, loose laid 1.8 ft? OB500 or FB-TRA
6” o.c. DEXcell Cement Roof Board
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TABLE 18: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

e e R Top Insulation Layer s

ystem ec| ase Insulation Layer

No. (Note 1) (Note 3, Note 13) Type Fastener | Attach Roof Cover (Note 15) (psf)

(Note 11) (Note 17)

Min. 23/32” (nominal %”) CDX plywood (Optional) One or more layers, . . . 1 per FB-S2170, FB-S2170-VC, FB-S2121, FB-S2121-VC,

W-22 at 24” span; 8d ring shank nails, 6” o.c. any combination, loose laid Min. 0.25-inch DensDeck Prime Note 2 1.6 ft2 FB-SAD-A, FB-OB500 or FB-TRA 67.5
Min. 23/32” (nominal %”) CDX plywood | (Optional) One or more layers, Min. 0.25-inch DEXcell FA Glass lper | FB-52170, FB-52170-VC, FB-52121, FB-SAD-A, FB-

W-23. ” . S, L ) Mat Roof Board or 7/16-inch Note 2 -67.5
at 24” span; 8d ring shank nails, 6” o.c. any combination, loose laid 1.6 ft? OB500 or FB-TRA

DEXcell Cement Roof Board
W-24 Min. 23/32” (nominal %”) CDX plywood (Optional) One or more layers, Min. 0.25-inch SECUROCK Gypsum- Note 2 1 per FB-S2170, FB-52170-VC, FB-S2121, FB-S2121-VC, 675
’ at 24” span; 8d ring shank nails, 6” o.c. any combination, loose laid Fiber Roof Board 1.6 ft? FB-SAD-A, FB-OB500 or FB-TRA ’

Min. 23/32” (nominal %”) CDX plywood | (Optional) One or more layers, Min. 0.25-inch SECUROCK lper | FB-52170, FB-52170-VC, FB-SAD-A, FB-OB500 or

W-25 ” . S, L . Ultralight Coated Glass-Mat Roof Note 2 5 -67.5
at 24” span; 8d ring shank nails, 6” o.c. any combination, loose laid Board 1.6 ft FB-TRA

SELF-ADHERING MEEMBRANES:

W-26. | Min. 23/32” (nominal %”) CDX plywood | (OPtional) One or more layers, Min. 1.5-inch Sarnatherm-A ISO Note 2 LPer | G410 SA or G410 SA FB, self-adhering -45.0%

any combination, loose laid 2.0 ft
W-27. | Min. 23/32” (nominal %”) CDX plywood | \OPtional) One or more layers, Min. 0.25-inch DensDeck Prime Note 2 1Per | 5410 SA or G410 SA FB, self-adhering 45.0*
any combination, loose laid 2.0 ft?

TABLE 1c: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED BASE PLY, BONDED ROOF COVER

Base Insulation and/or Top Insulation Layer Roof Cover (Note 15)
System Deck Slip Sheet Thermal Barrier Fast Attach Primer MpP
No. (Note 1) ERLLT ttac B sf;
(Note 3, Note 13) S Note 11 (Note 17) ase Ply Ply Cap Ply
Min. 19/32-inch i - Vapor FB-SAD-FMA 12-inch
pIywooé' 8d ring (Optional) One or more layers | (Optional) One or more :\::; & Sarnafastener 1 per Refarder o.c.. FB-SOM-EMA 12-
W-28 L Base Sheet NB 48 or Base layers, any combination, #14 with P . SBS-SA None o -52.5
shank nails, 6 ) ) DensDeck 1.6 ft2 Primer SB inch o.c., FB-SAD-A or
Sheet NB 120, loose laid loose laid R Sarnaplate
o.c. Prime orVC FB-OB500
Min. 19/32-inch i - FB-SAD-FMA 12-inch
I /. in¢ (Optional) One or more layers | (Optional) One or more .Mm' 0.25 Sarnafastener SBS-AA, SBS- .
plywood; 8d ring N inch R 1 per (Optional) | o.c., FB-SOM-FMA 12-
W-29 . ” Base Sheet NB 48 or Base layers, any combination, #14 with None VRA-CA or X -52.5
shank nails, 6 . A DensDeck 1.6 ft2 SBS-AA inch o.c., FB-SAD-A or
Sheet NB 120, loose laid loose laid : Sarnaplate SBS-TA1.
o.c. Prime FB-OB500
Min. 19/32-inch Min. 0.25- FB-SAD-FMA 12-inch
. Optional) One or more layers | (Optional) One or more . Sarnafastener .
lywood; 8d rin ( . .c., FB-SOM- -
W-30. plyWoo . l, J Base Sheet NB 48 or Base layers, any combination, inch DEXcell #14 with 1 per None SBS-AA (Optional) .0 ¢, FB-SOM-FMA 12 -52.5
shank nails, 6 Sheet NB 120, loose laid loose laid FA Glass Mat S | 1.6 ft2 SBS-AA inch o.c., FB-SAD-A or
oc. s Roof Board arnaplate FB-OB500
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NEmoO | etc.e
TABLE 1p: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-2: INSULATED, INDUCTION-WELDED ROOF COVER

Syst Deck Insulation L: Attachment MDP
ystem ec nsulation Layer
i i Roof C N 15B
No. (Note 1 (Note 3, Note 13) Fastener (Nate 11 Row.Spacmg Fasten‘er Spacing oof Cover (Note 158) (psf)
(Note 11) (inch) (inch)
Min. 23/32” inal %” S327 327 ikaplan Uni | (60-mil
in. 23/ (nomlr:a ) (Optional) One or more Sarnafastener #14 with Sarnadisc 24 X ! %OS N ap an l.'uversa (60-mil) .
W-31 CDX plywood at 24” span; L . 36 induction welded using RhinoBond Installation -45.0
. I layers, any combination RhinoBond Plate (staggered)
8d ring shank nails, 6” o.c. Tool

TABLE 1e: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-1: MECHANICALLY ATTACHED MEMBRANE — STRESS PLATES AND FASTENERS

System Insulation (Note 3, Note 13) Roof Cover MDP
Deck (Note 1) P
No. Type Attach (Note 5) Type I Fastener (Note 11) l Attachment sf
BAREBACK MEMBRANES:
Min. 15/32-inch APA | 12-inch o.c. within 5.5-inch wide | 4.5-
|'r,1 5/32-inc ” ratsd P yw-ood at One or more layers, . S327 or Sikaplan Universal, | Sarnafastener #14 X inch o.c. within 5.5 |.nc ".V'de aps spaced 54.5
W-32 24” span; 0.113” x 2-3/8” long ring - Prelim. attach . . . . " inch o.c. Laps sealed with min. 1.5-inch heat -45.0
N any combination min. 60-mil with Sarnadisc 2-3/8
shank nails, 6” o.c. weld.
Ml;\. 15/32-|nch”APA ratsd plyw.ood at One or more layers, . $327 or Sikaplan Universal, | Sarnafastener #14 §-|nch o.c. within 5.5-|n.ch W|.de Iaps spaced 54.5-
W-33 24” span; 0.113” x 2-3/8” long ring N Prelim. attach . ) X ) " inch o.c. Laps sealed with min. 1.5-inch heat -75.0
S any combination min. 60-mil with Sarnadisc 2-3/8
shank nails, 6” o.c. weld.
FELTBACK MEMBRANES:
Min. 15/32-inch APA | 12-inch o.c. within 5.5-inch wide | 4.5-
|'r,1 5/32-inc ” ratsd P yw.ood at One or more layers, . S327 FB or Sikaplan Sarnafastener #14 X inch o.c. within 5.5 |.nc ".V'de aps. spaced 54.5
W-34. 24” span; 0.113” x 2-3/8” long ring - Prelim. attach . \ . ) ) " inch o.c. Laps sealed with min. 1.75-inch heat -45.0
A any combination Universal FB, min. 60-mil with Sarnadisc 2-3/8
shank nails, 6” o.c. weld.
MT. 15/32-|nch”APA ratsd pIyw'ood at One or BN, . $327 FB or Sikaplan Sarnafastener #14 §-|nch o.c. within 5.5-|n.ch W|.de laps s.paced 54.5-
W-35. 24” span; 0.113” x 2-3/8” long ring e Prelim. attach . . . K ) " inch o.c. Laps sealed with min. 1.75-inch heat -75.0
shank nails. 6” o.c any combination Universal FB, min. 60-mil with Sarnadisc 2-3/8 weld
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE BONDED INSU ION, BONDED ROOF COVER
Base Insulation Layer Top Insulation Layer
System MDP
No Deck (Note 1) . Attach S Attach Roof Cover (Note 15) of
yp (Notes 6,7,8) yp (Notes 6,7,8)
BAREBACK MEMBRANES:
Min. 22 ga. type B, Grade . . S-AD-A or S- S-AD-A or S-
S-1. 40 steel; 6 ft span, #12 Min. 2-inch Sarnatherm-A IS0 or AD-BA, 6-inch (Optional) Additional layer(s) base insulation AD-BA, 6-inch BB-52121, BB-52170, BB-52170-VC or -105.0
" Sarnatherm-H ISO BB-S2175
HWH Teks 5, 6” o.c. o.c. o.c.
Min. 22 ga. type B, Grade . . S-AD-A or S- S-AD-A or S-
Min. 2-inch h -A BB-S2121-VC, BB-S2170, BB-S2170-V
S-2. 40 steel; 6 ft span, #12 in. 2-inch Sarnatherm-A CG or AD-BA, 6-inch (Optional) Additional layer(s) base insulation AD-BA, 6-inch S C, BB-52170, BB-52170-VC -105.0
" Sarnatherm-H CG or BB-S2175
HWH Teks 5, 6” o.c. o.c. o.c.
Min. 22 ¢ B Grad Min. 2-inch S th AISO Insulation (optional): Additional layer(s) base
in. 22 ga. type B, Grade | Min. 2-inch Sarnatherm-AISO, | S-AD-Aors- | ;. (/ovon S-AD-Aors- | gg 67170, BB-52170-VC, BB-52175 or
S-3. 40 steel; 6 ft span, #12 Sarnatherm-H ISO, Sarnatherm- AD-BA, 6-inch i . AD-BA, 6-inch -105.0
" Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof BB-S2121
HWH Teks 5, 6” o.c. A CG or Sarnatherm-H CG o.c. . o.c.
Board or 7/16-inch DEXcell Cement Roof Board
X . X Insulation (optional): Additional layer(s) base
Min. 22 ga. type B, Grade | Min. 2-inch Sarnatherm-A ISO, S-AD-A or S- insulation S-AD-A or S-
S-4. 40 steel; 6 ft span, #12 Sarnatherm-H ISO, Sarnatherm- AD-BA, 6-inch . . . AD-BA, 6-inch BB-S2170, BB-S2170-VC or BB-S2175 -105.0
” Coverboard: Min. 0.5-inch SECUROCK Ultralight
HWH Teks 5, 6” o.c. A CG or Sarnatherm-H CG o.c. o.c.
Coated Glass-Mat Roof Board
Insulation (optional): Additional layer(s) base
Min. 22 ga. type B, Grade | Min. 2-inch Sarnatherm-A ISO, S-AD-A or S- inSLL:Iatilon (opti ) ” ver(s) S-AD-A or S-
S-5. 40 steel; 6 ft span, #12 Sarnatherm-H ISO, Sarnatherm- AD-BA, 6-inch c board: Min. 0.5-inch S th Roof Board-A AD-BA, 6-inch BB-S2121, BB-S2170 or BB-S2170-VC -105.0
HWH Teks 5, 6” o.c. A CG or Sarnatherm-H CG o.c. oveqgaard: Min-gg-inch sarnatherm Root board- o.c.
Il or Sarnatherm Roof Board-R
Min. 22 ga. type B, Grade | Min. 2-inch Sarnatherm-A ISO, S-AD-A or S- Insulation (optional): Additional layer(s) base S-AD-A or S-
S-6. 40 steel; 6 ft span, #12 Sarnatherm-H SO, Sarnatherm- | AD-BA, 6-inch insulation AD-BA, 6-inch Egzisé BB-52170, BB-52170-VC or -105.0
HWH Teks 5, 6” o.c. A CG or Sarnatherm-H CG o.c. Coverboard: Min. 0.5-inch Sarnatherm Roof Board-H o.c.
FELTBACK MEMBRANES:
Min. 22 ga. type B, Grade | Min. 2-inch Sarnatherm-A ISO, S-AD-A or S- S-AD-A or S- FB-S2170, FB-S2170-VC, FB-52121, FB-
S-7. 40 steel; 6 ft span, #12 Sarnatherm-H ISO, Sarnatherm- | AD-BA, 6-inch (Optional) Additional layer(s) base insulation AD-BA, 6-inch $2121-VC, FB-SAD-FMA 4-inch o.c., FB- -105.0
HWH Teks 5, 6” o.c. A CG or Sarnatherm-H CG o.c. o.c. SAD-A, FB-OB500 or FB-TRA
. . X Insulation (optional): Additional layer(s) base
Min. 22 ga. type B, Grade | Min. 2-inch Sarnatherm-A ISO, S-AD-A or S- insulation S-AD-A or §- FB-S2170, FB-S2170-VC, FB-S2121, FB-
S-8. 40 steel; 6 ft span, #12 Sarnatherm-H ISO, Sarnatherm- AD-BA, 6-inch c board: Min. 0.5-inch DEXcell FA Glass Mat Roof AD-BA, 6-inch SAD-FMA 4-inch o.c., FB-SAD-A, FB- -105.0
HWH Teks 5, 6” o.c. A CG or Sarnatherm-H CG o.c. overboard: .|n. ->-inc ce ass Mat Roo o.c. OB500 or FB-TRA
Board or 7/16-inch DEXcell Cement Roof Board
Insulation (optional): Additional layer(s) base
Min. 22 ga. type B, Grade | Min. 2-inch Sarnatherm-A ISO, S-AD-A or S- i:sjlatilon (optional) ftion yer(s) S-AD-A or S- FB-S2170, FB-S2170-VC, FB-S2121, FB-
S-9. 40 steel; 6 ft span, #12 Sarnatherm-H ISO, Sarnatherm- AD-BA, 6-inch c board: Min. 0.5-inch SECURGCK G Fib AD-BA, 6-inch S$2121-VC, FB-SAD-FMA 4-inch o.c., FB- -105.0
HWH Teks 5, 6” o.c. A CG or Sarnatherm-H CG o.c. Rz‘;';’;;’:r:j S i, £.5-nc YPSUM-HIDEr | 4. SAD-A, FB-OB500 or FB-TRA
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE A

Base Insulation Layer

: BONDED INSU

ION, BONDED ROOF COVER

Top Insulation Layer

Syst MDP
y:l:m Deck (Note 1) T Attach T Attach Roof Cover (Note 15) of
) ype (Notes 6,7,8) ype (Notes 6,7,8) {psf)
Insulati tional): Additional | b
Min. 22 ga. type B, Grade | Min. 2-inch Sarnatherm-A ISO, S-AD-A or S- .nsu @ .|0n (optional) itional layer(s) base S-AD-A or S-
X insulation . FB-S2170, FB-S2170-VC, FB-SAD-A, FB-
S-10. 40 steel; 6 ft span, #12 Sarnatherm-H ISO, Sarnatherm- AD-BA, 6-inch c board: Min. 0.5-inch SECUROCK Ultralight AD-BA, 6-inch OB500 or FB-TRA -105.0
HWH Teks 5, 6” o.c. A CG or Sarnatherm-H CG o.c. overboard: Min. 9.>-Inc ralig o.c.
Coated Glass-Mat Roof Board
. . . Insulation (optional): Additional layer(s) base
Min. 22 ga. type B, Grade | Min. 2-inch Sarnatherm-A ISO, S-AD-Aor - insulation S-AD-A or S- FB-S2121, FB-S2170, FB-S2170-VC, FB-
S-11. 40 steel; 6 ft span, #12 Sarnatherm-H ISO, Sarnatherm- AD-BA, 6-inch c board: Min. 0.5-nch S th Roof Board-A AD-BA, 6-inch SAD-FMA 4-inch o.c., FB-SAD-A, FB- -105.0
HWH Teks 5, 6” o.c. A CG or Sarnatherm-H CG o.c. overboard: Min. 9.>-nch >arnatherm Root Board-A. | o ¢ 0B500 or FB-TRA
11l or Sarnatherm Roof Board-R
Min. 22 ga. type B, Grade | Min. 2-inch Sarnatherm-A ISO, S-AD-A or S- Insulation (optional): Additional layer(s) base S-AD-A or S- FB-S2121, FB-S2170, FB-52170-VC, FB-
S-12. 40 steel; 6 ft span, #12 Sarnatherm-H ISO, Sarnatherm- AD-BA, 6-inch insulation AD-BA, 6-inch SAD-FMA 4-inch o.c., FB-OB500 or FB- -105.0
HWH Teks 5, 6” o.c. A CG or Sarnatherm-H CG o.c. Coverboard: Min. 0.5-inch Sarnatherm Roof Board-H | o.c. TRA

TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

EM TYPE

: MECHANICALLY

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer

Top Insulation Layer

System MDP
Deck (Note 1) Fastener Attach Roof Cover (Note 15)
No. sf
Type Nete 11 faiipt Type Attach (Notes 6,7,8) (psf)
BAREBACK MEMBRANE APPLICATIONS:
Min. 22 ga. type B, Grade 33 Min. 1.5-inch Sarnatherm-A One or more layers of Base
S-13. steel or min. 2,500 psi ISO, Sarnatherm-A CG or Note 2 ;g?trz Insulation or min. 0.25-inch S-OM-BA 222;1;2-\?3 52170-VC, BB-52121 or -45.0*
structural concrete Sarnatherm-H ISO ’ DensDeck Prime
Min. 22 ga. type B, Grade 33 ) . One or more layers of Base
S-14. steel or min. 2,500 psi Min. 1.5-inch Sam3@erm-A Note 2 1 per Insulation or min. 0.25-inch S-OM-BA BB-52175 -45.0*
ISO or Sarnatherm-A CG 2.0 ft2 .
structural concrete DensDeck Prime
Min. 22 ga. type B, Grade 33 . .
515, steel or min. 2,500 psi Min. 1.5-inch Sarnatherm-A Note 2 1 per One or'more layers of Base S$-2163, S-AD-A, S-AD-BA BB-52170-VC or BB-52175 -45.0*
ISO 2.0ft?2 | Insulation or S-OM-BA
structural concrete
5-16 :ftler:el Z gmaiﬁtyngoBc; G;a e :\:(I)n slzafn:lﬁ;rsnirr/la(t:ge::A Note 2 LPer 1 \in. 0.25-inch DensDeck Prime | /DA S-AD-BA0orS-OM- | BB-52170, BB-52170-VIC, BB-52175, -45.0*
: P £oP0P ' 2.0ft2 e BA BB-S2121 or BB-52121-VC '
structural concrete Sarnatherm-H ISO
Min. 22 ga.. type B, Gr'ade 33 Min. 1.5-inch Sarnatherm-A 1 per Min. 0.25-inch DEXcell FA Glass $-2163, S-AD-A, S-AD-BA BB-52170, BB-52170-VC, BB-52175 or
S-17. steel or min. 2,500 psi I1SO, Sarnatherm-A CG or Note 2 200 Mat Roof Board or 7/16-inch or S-OM-BA BB-52121 -45.0*
structural concrete Sarnatherm-H ISO ’ DEXcell Cement Roof Board
Min. 22 ga. type B, Grade 33 . . Min. 0.25-inch SECUROCK
s-18. steel or min. 2,500 psi Min. 1.5-inch Sarnatherm-A |\ 1, LPer 1 Uitralight Coated Glass-Mat Roof | > /DA SAD-BAOTS-OM- | o o) 120, BB-52170-VC or BB-S2175 | -45.0%
ISO or Sarnatherm-H 1SO 2.0 ft2 BA
structural concrete Board
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

EM TYPE B-1: MECHANICALLY

Base Insulation Layer

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Top Insulation Layer

structural concrete

Sarnatherm-H ISO

DensDeck Prime

System MDP
Deck (Note 1) Fastener | Attach Roof Cover (Note 15)
No. sf
Type Nete 11 o7 Type Attach (Notes 6,7,8) (psf)
Min. 22 ga. type B, Grade 33 . . Min. 0.25-inch SECUROCK
s-19. steel or min. 2,500 psi Min. 2-inch Sarnatherm-A 150 | \ . , LPer 1 Ultralight Coated Glass-Mat Roof | >0 SAD-BAOTS-OM- | o o) 120, BB-52170-VC or BB-52175 | -45.0*
or Sarnatherm-H ISO 2.7 ft? BA
structural concrete Board
Min. 22 ga. type B, Grade 33
520 steel; 6 ft span; #12 HWH Teks Min. 1.5-inch Sarnatherm-A Note 2 1 per Min. 0.25-inch DEXcell FA Glass S-AD-A BB-S2170, BB-S2170-VC, BB-S2175 or 60.0
: 5, 6” o.c. or min. 2,500 psi ISO or Sarnatherm-H I1SO 1.3 ft? Mat Roof Board BB-S2121 '
structural concrete
Min. 22 ga. type B, Grade 33
steel; 6 ft span; #12 HWH Teks Min. 1.5-inch Sarnatherm-A 1 per Min. 7/16-inch DEXcell Cement BB-S2170, BB-S2170-VC, BB-S2175 or
521 5,6” 0.c. or min. 2,500 psi IS0 or Sarnatherm-H SO Note 2 1.3ft2 | Roof Board QL# o S-AD-BA BB-S2121 60.0
structural concrete
Min. 22 ga. type B, Grade 33 \ .
Min. 0.25-inch SECUROCK
steel; 6 ft span; #12 HWH Teks Min. 1.5-inch Sarnatherm-A 1 per K S-2163, S-AD-A, S-AD-BA
S-22. 5,6” o.c. or min. 2,500 psi SO or Sarnatherm-H ISO Note 2 13§12 glotarfclllght Coated Glass-Mat Roof or S-OM-BA BB-S2170, BB-S2170-VC or BB-S2175 -60.0
structural concrete
Min. 22 ga. Type B, Grade 80 . . . :
. ] Min. 2-inch Sarnatherm-A I1SO 1 per Min. 0.5-inch DEXcell FA Glass . BB-52170, BB-52170-VC, BB-52175 or
523 stee'l, 6 f,t, span; #12 }:!WH Teks or Sarnatherm-H ISO MRS 1.0 ft? Mat Roof Board $-AD-A, 4-inch o.c. BB-S2121 750
5 with %” washers, 6” o.c.
Min. 22 ga. Type B, Grade 80 |\ i1 ) sarnatherm-A 150 1per | Min.7/16-inch DEXcell Cement | S-AD-A or S-AD-BA, 4-inch | BB-S2170, BB-S2170-VC, BB-52175 or
S-24. steel; 6 ft span; #12 HWH Teks Note 2 ) -75.0
. ” ” or Sarnatherm-H ISO 1.0 ft Roof Board o.c. BB-S2121
5 with %” washers, 6” o.c.
Min. 22 ga. Type B, Grade 80 . R Min. 0.5-inch SECUROCK
5-25. steel; 6 ft span; #12 HWH Teks | Mm- 2-inch Samatherm-AISO |\, LPer | Uitralight Coated Glass-Mat Roof | > 2163 SAD-A SAD-BA 1 o o) 190, BB-52170-VC or BB-52175 75.0
. ” ” or Sarnatherm-H ISO 1.0 ft? or S-OM-BA, 4-inch o.c.
5 with %” washers, 6” o.c. Board
. Insulation (optional): Min. 1-inch
Min. 22 ga., Type B, Grade 40
. . 1 per Sarnatherm-A I1SO
S-26. steel; 6 ft span, #12 HWH Teks Min. 2-inch Sarnatherm-A ISO | Note 2 ) . . P-BM BB-S2121 or BB-S2121-VC -97.5
: ” ” 1.0 ft Coverboard: Min. 0.25-inch
5 with %” washers, 6” o.c. .
DensDeck Prime
Insulation (optional): Min. 1-inch
Min. 22 ga., Type B, Grade 40 1 per Sart:watgerrfw—z :SO e I
S-27. steel; 6 ft span, #12 HWH Teks Min. 2-inch Sarnatherm-A ISO | Note 2 P ) . . P-BM BB-S2170, BB-S2170-VC or BB-S2175 -105.0
i ” ” 1.0 ft Coverboard: Min. 0.25-inch
5 with %” washers, 6” o.c. X
DensDeck Prime
FELTBACK MEMBRANE APPLICATIONS:
Min. 22 ga. type B, Grade 33 Min. 1.5-inch Sarnatherm-A 1 per One or more layers of Base
S-28. steel or min. 2,500 psi I1SO, Sarnatherm-A CG or Note 2 ) (?ftz Insulation or min. 0.25-inch S-OM-BA FB-S2170, FB-S2121 or FB-52121-VC -45.0*
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

EM TYPE B-1: MECHANICALLY ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Layer Top Insulation Layer
System Deck (Note 1) Fast h Roof Cover (Note 15) MDF
o astener | Attac sf
Type Nete 11 o7 Type Attach (Notes 6,7,8) (psf)
Min. 22 ga. type B, Grade 33 Min. 1.5-inch Sarnatherm-A 1 per a:jlgtrigogt: :?I:r(s) 32?]?15:;
S-29. steel or min. 2,500 psi ISO, Sarnatherm-A CG or Note 2 P . o S-OM-BA FB-SAD-A, FB-OB500 or FB-TRA -45.0*
structural concrete Sarnatherm-H ISO 2.0fe DensDeck Prime or DEXgQLEA
Glass Mat Roof Board
Min. 22 ga. type B, Grade 33 . .
530, steel or min. 2,500 psi Min. 1.5-inch Sarnatherm-A Note 2 1 per One or.more layers of Base S-2163, S-AD-A, S-AD-BA FB-S2170-VC -45.0%
ISO 2.0 ft? Insulation or S-OM-BA
structural concrete
Min. 22 ga. type B, Grade 33 Min. 1.5-inch Sarnatherm-A 1 per
S-31. steel or min. 2,500 psi ISO, Sarnatherm-A CG or Note 2 5 (r))ftZ Min. 0.25-inch DensDeck Prime S-OM-BA, S-AD-BA FB-52170-VC -45.0*
structural concrete Sarnatherm-H ISO ’
3 L\f;';'l if rgniﬁtyzpz OB(; Ggfde 3 Min. 1.5-inch Sarnatherm-A | 1 per m'a”t &iﬁ'&gﬁ;gf;‘;g GF _/?nfLass 5-2163, S-AD-A, S-AD-BA FB-S2170, FB-S2170-VC, FB-52121, 450t
’ T P ISO or Sarnatherm-H ISO 2.0 ft? or S-OM-BA FB-SAD-A, FB-OB500 or FB-TRA '
structural concrete DEXcell Cement Roof Board
<33 2;"'5; if gmai.ntyng OB(; Gsrfde 33 Min. 2-inch Sarnatherm-A1SO | 1 per m; é’;ﬁéﬁ?:gf;‘j‘i eF /'i\nf:‘ass 5-2163, S-AD-A, S-AD-BA FB-52170, FB-S2170-VC, FB-52121, 450+
’ e P or Sarnatherm-H ISO 4.0 ft? or S-OM-BA FB-SAD-A, FB-OB500 or FB-TRA ’
structural concrete DEXcell Cement Roof Board
Min. 22 ga. tvoe B. Grade 33 FB-S2170-VC, FB-S2121, FB-S2121-VC,
s34 Steell or im y2p50(; si Min. 1.5-inch Sarnatherm-A Note 2 1 per Min. 0.25-inch SECUROCK S-2163, S-AD-A, S-AD-BA FB-SAD-FMA 12-inch o.c., FB-SOM- 45.0*
’ structural c<;nclretep ISO or Sarnatherm-H ISO 2.0ft?> | Gypsum-Fiber Roof Board or S-OM-BA FMA 12-inch o.c., FB-SAD-A, FB- '
OB500 or FB-TRA
o35 'S\f;r;'l if i"’i'ntyng OB(; G;ade 33| Min. 1.5-inch Sarnatherm-A Note 2 1 per B’:'t':al? ‘ﬁ?'&rﬁjjgﬁgﬁat Roof | 52163, SAD-A, S-AD-BA | FB-52170, FB-52170-VC, FB-SAD-A, 450t
: S0P ISO or Sarnatherm-H ISO 2.0 ft2 J or S-OM-BA FB-OB500 or FB-TRA '
structural concrete Board
Min. 22 ea. tvoe B. Grade 33 FB-S2170-VC, FB-52121, FB-52121-VC,
s 36 ctont o i . y2p50(; . Min. 2-inch Sarnatherm-A 15O | 1per | Min.0.25-inch SECUROCK 5-2163, S-AD-BA, 5-OM- FB-SAD-FMA 12-inch o.c., FB-SOM- 450"
' structural cc;néretep or Sarnatherm-H 1SO 2.7 ft? Gypsum-Fiber Roof Board BA, P-BM or P-CRA FMA 12-inch o.c., FB-SAD-A, FB- ’
uet 0BS500 or FB-TRA
<37 M. 22 ga. type & G_:fde 33| Min. 2-inch saratherm-A 150 N tper | o iféliﬁfjf;?;?cnﬁa CRoof | 52163, S-AD-A S-AD-BA | FB-S2170, FB-52170-VC, FB-SAD-A, 450"
’ o P or Sarnatherm-H 1SO 2.7 ft? e or S-OM-BA FB-OB500 or FB-TRA '
structural concrete Board
Min. 22 ga. type B, Grade 33
538 steel; 6 ft span; #12 HWH Teks Min. 1.5-inch Sarnatherm-A Note 2 1 per Min. 0.25-inch DEXcell FA Glass S-AD-A FB-S2170, FB-S2170-VC, FB-OB500 or -60.0
' 5, 6” o.c. or min. 2,500 psi ISO or Sarnatherm-H I1SO 1.3 ft? Mat Roof Board FB-TRA ’
structural concrete

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ
Sika Sarnafil; (781) 828-5400
TOP OF APPENDIX

PEER-SIKA-001.B.R19 for FL9274-R37 (HVHZ)
Revision 19: 06/10/2026
Appendix 1, Page 18 of 91



TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

EM TYPE B-1: MECHANICALLY ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Layer Top Insulation Layer
System Deck (Note 1) Fast Attach Roof Cover (Note 15) MDP
No. astener ttac 5
Type Note 11 ore 17 Type Attach (Notes 6,7,8) (psf)
Min. 22 ga. type B, Grade 33
steel; 6 ft span; #12 HWH Teks Min. 1.5-inch Sarnatherm-A 1 per Min. 7/16-inch DEXcell Cement FB-S2170, FB-S2170-VC, FB-S2121,
S 5,6” 0.c. or min. 2,500 psi ISO or Sarnatherm-H 1SO Note 2 1.3ft2 | Roof Board QA TRBA FB-SAD-A, FB-OB500 or FB-TRA -60.0
structural concrete
Min. 22 ga. type B, Grade 33 FB-S2170-VC, FB-S2121, FB-S2121-VC,
$-40 steel; 6 ft span; #12 HWH Teks Min. 1.5-inch Sarnatherm-A Note 2 1 per Min. 0.25-inch SECUROCK S-2163, S-AD-BA, S-OM- FB-SAD-FMA 12-inch o.c., FB-SOM- -60.0
’ 5,6” o.c. or min. 2,500 psi ISO or Sarnatherm-H ISO 1.3 ft? Gypsum-Fiber Roof Board BA, P-BM or P-CRA FMA 12-inch o.c., FB-SAD-A, FB- '
structural concrete OB500 or FB-TRA
Min. 22 ga. type B, Grade 33 . .
Min. 0.25-inch SECUROCK
steel; 6 ft span; #12 HWH Teks Min. 1.5-inch Sarnatherm-A 1 per . FB-S2170, FB-S2170-VC, FB-SAD-A,
54l 5,6” 0.c. or min. 2,500 psi ISO or Sarnatherm-H 1SO Note 2 132 g:{:?gght Coated Glass@gRoof | SRQPA or S-OM-BA FB-OBS500 or FB-TRA 600
structural concrete
Min. 22 ga. Type B, Grade 80 |\ &1 1) <o rnatherm-A ISO 1per | Min.0.5-inch SECUROCK 5-2163, S-AD-A, S-AD-BA FB-52170, FB-52170-VC, FB-52121,
S-42. steel; 6 ft span; #12 HWH Teks Note 2 2 X . FB-S2121-VC, FB-SAD-A, FB-OB500 or -75.0
R ” ” or Sarnatherm-H ISO 1.0 ft Gypsum-Fiber Roof Board or S-OM-BA, 4-inch o.c.
5 with %” washers, 6” o.c. FB-TRA
43 :f;’;'l.zez o zﬁpiﬁzﬂa\,\f: fgks Min. 2-inch Sarnatherm-A IS0 | | 1 per m't':aﬁit'ghatsjggfisc'iﬂat Roof | 52163, S-AD-A, S-AD-BA | FB-52170, FB-52170-VC, FB-SAD-A, 750
’ o pan; ” or Sarnatherm-H 1SO 1.0 ft? g or S-OM-BA, 4-inch o.c. FB-OB500 or FB-TRA '
5 with %” washers, 6” o.c. Board
. Insulation (optional): Min. 1-inch
Min. 22 ga., Type B, Grade 40
. . . 1 per Sarnatherm-A ISO FB-S2170, FB-S2121, FB-S2121-VC,
S-44. steetl, 6 f: span, #12 I:I’WH Teks | Min. 2-inch Sarnatherm-A ISO | Note 2 102 Coverboard: Min. 0.25-inch P-BM FB-SAD-A, FB-OB500 or FB-TRA -97.5
5 with %” washers, 6” o.c. .
DensDeck Prime
Insulation (optional): Min. 1-inch
Min. 22 ga., Type B, Grade 40 1 per Sart:watgern(n—f’-)\ :SO K I
S-45. steel; 6 ft span, #12 HWH Teks | Min. 2-inch Sarnatherm-A ISO | Note 2 P ) . . P-BM FB-52170-VC -105.0
i ” ” 1.0 ft Coverboard: Min. 0.25-inch
5 with %” washers, 6” o.c. .
DensDeck Prime
SELF-ADHERING MEMBRANES:
Min 2o ez | L St e | o oo
S-46. ifit?:rg?:;nzéf:tz psi Sarnatherm-H ISO or Note 2 200 DensDeck Prime or DEXcell FA S-OM-BA G410 SA or G410 SA FB, self-adhering 45.0
Sarnatherm-H CG Glass Mat Roof Board
Min 2 e, Gade s | 40 500 S e | e e e
S-47. ziffltirr;g:éf:é psi Sarmnatherm-H ISO or Note 2 202 DensDeck Prime or DEXcell FA S-2163, S-AD-A or S-AD-BA | G410 SA or G410 SA FB, self-adhering 45.0
Sarnatherm-H CG Glass Mat Roof Board
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NEmoO | etc.e

TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

TEM TYPE : MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATIO ONDED BASE PLY, BONDED ROOF COVER
Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System . MDP
No Deck (Note 1) S Fasten Attach S Attach Primer P— pi - (psf)
yp (Note11) | (Note17) L (Notes 6,7,8) o M Pl
Min. 22 ga. type B, Min. 1.5-inch $-2163. S-AD- FB-SAD-FMA 12-inch
S48 Grade 33 steel or min. Sarnatherm-A I1SO, Note 2 1 per Min. 0.25-inch A S—A[Z;—BA or None SBS-AA, SBS-VRA- (Optional) o.c., FB-SOM-FMA 12- -45.0%
: 2,500 psi structural Sarnatherm-H ISO or 2.0 ft? DensDeck Prime S:OM-BA CA or SBS-TA1 SBS-AA inch o.c., FB-SAD-A or ’
concrete Sarnatherm-R ISO FB-OB500
Min. 22 ga. type B, . Min. 1.5-inch Min. 0.25-inch 5-2163, S-AD- SBS-AA, SBS-VRA- ‘ FB-SAD-FMA 12-inch
Grade 33 steel or min. Sarnatherm-A I1SO, 1 per (Optional) o.c., FB-SOM-FMA 12- «
S-49. . Note 2 DEXcell FA Glass A, S-AD-BA or None CA, SBS-VRA-CA- . -45.0
2,500 psi structural Sarnatherm-H ISO or 2.0 ft? Mat Roof Board S-OM-BA SB or SBS-TAL SBS-AA inch o.c., FB-SAD-A or
concrete Sarnatherm-R I1SO FB-OB500
Min. 22 ga. type B, Min. 1.5-inch Min. 0.25-inch $-2163. S-AD Vapor FB-SAD-FMA 12-inch
Grade 33 steel or min. Sarnatherm-A 1SO, 1per | DensDeck Prime or P27 | Retarder o.c., FB-SOM-FMA 12- .
S, 2,500 psi structural Sarnatherm-H ISO or Note 2 2.0ft2 | DEXcell FA Glass ?;@DBABA o' | primersB SBS-SA None inch o.c., FB-SAD-A or 450
concrete Sarnatherm-R I1SO Mat Roof Board or VC FB-OB500
Min. 22 ga. type B, o i ! " FB-SAD-FMA 12-inch
o5y | Grade33steel ormin. o2 S'Z::;;;’:i:h:rl?o Note 2 1per | Min.0.25-inch FPrhIe None SBS-AA, SBS-VRA- | (Optional) | o, FBSOM-FMA12- | o
’ 2,500 psi structural ! 4.0 ft2 | DensDeck Prime ! CA or SBS-TA1 SBS-AA inch o.c., FB-SAD-A or '
or Sarnatherm-R ISO S-OM-BA
concrete FB-OB500
win. 2282 W€D, | Min. 2-inch Samatherm- Loer | Min.0.25-inch 5-2163, S-AD- SBS-AR, SBS-VRA- | (o (F)BC'SAF::gg'G_lFﬁ;\’Clhz_
S-52. 2 500 psi structural ' A ISO, Sarnatherm-H ISO Note 2 4 gftz DEXcell FA Glass A, S-AD-BA or None CA, SBS-VRA-CA- SBS-AA in.cH o.c.. FB-SAD-A or -45.0*
’ P or Sarnatherm-R ISO ' Mat Roof Board S-OM-BA SB or SBS-TA1 Y
concrete FB-OB500
g;:&:éSgi.tlﬁ)er;nin Min. 2-inch Sarnatherm- 1 per gﬂel:.sg.ezci_rr?r:e or 5-2163, S-AD- \F:Zfacz'l;:ler ZBC_SAFE:gg/IIG-ﬁ\;&cth-
S-53. R ’ A 1SO, Sarnatherm-H ISO Note 2 p A, S-AD-BA or R SBS-SA None o -45.0*
2,500 psi structural or Sarnatherm-R ISO 4.0 ft2 DEXcell FA Glass S-OM-BA Primer SB inch o.c., FB-SAD-A or
concrete Mat Roof Board orVC FB-OB500
Min. 0.5-inch
. DensDeck Prime,
'C\iﬂrlgc.i:igi.t?é?:?t Min. 2-inch Sarnatherm- DEXcell FA Glass 5-2163, S-AD-
! ) 1 per Mat Roof Board or A, S-AD-BA, S- SBS-SHF or SBS- FB-SAD-A, FB-OB500
S-54. sBan, #12 HWH Teks 5,' A 1SO, Sarnatherm-H ISO Note 2 102 SECUROCK OM-BA or TE- None TA2 None or FB-TRA -82.5
6” 0.c. or min. 2,500 psi | or Sarnatherm-R ISO . .
structural concrete Ultralight Coated RA, 6-inch o.c.
Glass Mat Roof
Board
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NEmoO | etc.e
TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

CHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP |

Thermal Barrier Vapor Insulation Layer(s)
Sys Deck . MDP
No. Note 1) T Fasten Attach Barrier T Attach Roof Cover (Note 15) (psf)
P (Note 11) | (Note17) (Note 15) o (Notes 6,7,8)
BAREBACK IMEEMBRANE APPLICATIONS:
- TM'”é éz &2 o | Min.05nch Denseckor | | Lper | ooy |vn2. l‘S;ECh S_aRrT; ct)hferlr"A 'dsg' Safnaghze;’_"'“h'so 2_5-136: ' 5?_[2)'3’_5' BB-52170, BB-S2170-VC, BB-52175, | .
. ype B, DensDeck Prime 2.0 ft2 or Sarnatherm ollowed by min. 0.25-inc| or BB-S2121 or BB-S2121-VC .
33 steel DensDeck Prime BA
Min. 22 ga., Min. 0.5-inch DensDeck or 1 ver Min. 1.5-inch Sarnatherm-A I1SO, Sarnatherm-H ISO S-2163, S-AD-A, S-
S-56. Type B, Grade " X Note 2 p VB-TA or Sarnatherm-R ISO followed by min. 0.25-inch AD-BA or S-OM- BB-S2170, BB-S2170-VC or BB-S2175 | -45.0*
DensDeck Prime 4.0 ft2 X
33 steel SECUROCK Ultralight Coated Glass-Mat Roof Board BA
o | BT [ osmnomana |y | e | vesniar | M I st o e 150 |0 A0RS | psiro s s s, |
: ype 5 Prime 402 | VB-SA2 _ - BB-S2121 or BB-52121-VC '
33 steel DensDeck Prime BA
Min. 22 ga., . ) Min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-H ISO S-2163, S-AD-A, S-
s-58. | TypeB, Grade | Min- O-5-inch DensDeck Note 2 Lper | VB-SALor | o natherm-R ISO followed by min. 0.25-inch AD-BA or S-OM- BB-S2170, BB-52170-VC or BB-52175 | -45.0*
Prime 4.0 ft2 VB-SA2 .
33 steel SECUROCK Ultralight Coated Glass-Mat Roof Board BA
in. ) Min. 1.5-inch herm-A 1SO, herm-H | -2163, S-AD-A, S-
S-59 Q/“ne éz (gE?alde Min. 0.5-inch DensDeck Note 2 1 per VB-CA2 o orlgarnzt::rmslr:‘;ct) ff)rlr(:wedsg Srili'r?a;) Zengch * i\D-BG: osr S-OM-S BB-52170, BB-52170-VC, BB-52175, -45.0*
: ype 5, Prime 40f2 | VB-CA3 ; ke BB-S2121 or BB-52121-VC '
33 steel DensDeck Prime BA
Min. 22 ga., . ) Min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-H ISO S-2163, S-AD-A, S-
S-60. | Type B, Grade m:;:‘s"mh Densbeck Note 2 41 g‘]ftrz zs:g:; °" | or Sarnatherm-R ISO followed by min. 0.25-inch AD-BA or S-OM- BB-52170, BB-52170-VC or BB-S2175 | -45.0*
33 steel ’ SECUROCK Ultralight Coated Glass-Mat Roof Board BA
. ) ) Insulation (optional): Min. 1.5-inch Sarnatherm-A
Min. 22 ga.,d Min. O'S'I'("Ch DensDeck, 1SO, Sarnatherm-A CG, Sarnatherm-H ISO or 52163 SADA S
TypeB, Grade | DensDeck Prime, 1per | VB-SAlor | Sarnatherm-H CG "£293, AV, ST | BB 62170, BB-52170-VC, BB-52121
S-61. 33 steel; 6 ft SECUROCK Gypsum-Fiber Note 2 272 VB-SA2 board: Mi inch h Roof Board AD-BA or S-OM- BB-52121-VC -60.0
span; #12 HWH | Roof Board or SECUROCK . - Coverboard: Min. 0.5-inch Sarnat erm oq oard- BA or BB- -
Teks 5, 6” 0.c. Glass-Mat Roof Board H or Sarnatherm Roof Board-R or min. 1.5-inch
Sarnatherm Composite Roof Board-H
. ) Insulation (optional): Min. 1.5-inch Sarnatherm-A
) Min. 0.5-inch DensDeck, ISO, Sarnatherm-A CG, Sarnatherm-H 1SO or
Min. 22 ga., DensDeck Prime, S-2163, S-AD-A, S-
. 1 per VB-SA1 or | Sarnatherm-H CG
S-62. Type B, Grade SECUROCK Gypsum-Fiber Note 2 272 VB-SA2 board: Mi inch h ¢ d AD-BA or S-OM- BB-S2175 -60.0
33 steel Roof Board or SECUROCK . - Cover .oar .Mln. 0.5-inch Sarnatherm .Roo Board- BA
Glass-Mat Roof Board H or min. 1.5-inch Sarnatherm Composite Roof
Board-H
Min. 22 ga., Min. 0.5-inch DensDeck, Insulation (optional): Min. 1.5-inch Sarnatherm-A
i 1SO, Sarnatherm-A CG, Sarnatherm-H ISO or
TypeB, Grade | DensDeck Prime, lper | VB-SALor 52163, S-AD-Aor | BB-52170, BB-S2170-VC, BB-52121
S-63. 33 steel; 6 ft SECUROCK Gypsum-Fiber Note 2 e VB-SA2 Sarnatherm-H CG S-AD-BA or BB-S2121-VC -60.0
span; #12 HWH | Roof Board or SECUROCK ’ Coverboard: Min. 0.5-inch Sarnatherm Roof Board-
Teks 5, 6” o.c. Glass-Mat Roof Board Al
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NEmoO | etc.e
TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

CHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP |

Thermal Barrier Vapor Insulation Layer(s)
Sys Deck . MDP
No. Tl S— Fasten Attach Barrier T Attach Roof Cover (Note 15) (psf)
P (Note 11) | (Note17) (Note 15) o (Notes 6,7,8)
Min. 22 ga., Insulation (optional): Min. 1.5-inch Sarnatherm-A
TypeB, Grade |\ 6 5.inch DensDeck 1 ISO, Sarnatherm-A CG, Sarnatherm-H ISO or $-2163, S-AD-A BB-52170, BB-52170-VC, BB-52121
S64. | 33steel6ft [ oo InCnDensec Note 2 Ly | vesat Sarnatherm-H CG B QY camsarve -60.0
span; #12 HWH ’ Coverboard: Min. 0.5-inch Sarnatherm Roof Board-
Teks 5, 6” o.c. Alll
Min. 22 ga., Insulation (optional): Min. 1.5-inch Sarnatherm-A
Type B, Grade . . 1SO, Sarnatherm-A CG, Sarnatherm-H ISO or
Min. 0.5-inch DensDeck 1 per VB-CA2 or S-2163, S-AD-A or BB-S2170, BB-S2170-VC, BB-52121
S-65. 33 steel; 6 ft Prime Note 2 2.7 fi2 VB-CA3 Sarnatherm-H CG S-AD-BA or BB-S2121-VC -60.0
span; #12 HWH ’ Coverboard: Min. 0.5-inch Sarnatherm Roof Board-
Teks 5, 6” o.c. Alll
FELTBACK MEMBRANE APPLICATIONS:
) . FB-52170, FB-S2170-VC, FB-S2121,
Min. 22 ga., . ) Min. 1.5-inch Sarnatherm-A 1SO, Sarnatherm-H ISO S-2163, S-AD-A, S- 52170 $2170-VC S .
Min. 0.5-inch DensDeck or 1 per . . FB-52121-VC, FB-SAD-FMA 12-inch
S-66. Type B, Grade X Note 2 VB-TA or Sarnatherm-R ISO followed by min. 0.25-inch AD-BA or S-OM- . -45.0%
33 steel DensDeck Prime 4.0 ft2 DensDeck Prime BA o.c., FB-SOM-FMA 12-inch o.c., FB-
SAD-A, FB-OB500 or FB-TRA
Min. 22 ga., Min. 0.5-inch DensDeck or 1 per Min. 1.5-inch Sarnatherm-A I1SO, Sarnatherm-H ISO S-2163, S-AD-A, S-
S-67. | TypeB, Grade - 9->-Inch DENSDECkor 1 note 2 Per | vB-TA or Sarnatherm-R IO followed by min. 0.25-inch AD-BA or S-OM- FB-SAD-A, FB-OB500 or FB-TRA -45.0*
DensDeck Prime 4.0 ft2
33 steel DEXcell FA Glass Mat Roof Board BA
Min. 22 ga., . . Min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-H ISO S-2163, S-AD-A, S- FB-S2170, FB-S2170-VC, FB-S2121,
Min. 0.5-inch DensDeck or 1 per . .
S-68. Type B, Grade DensDeck Prime Note 2 4.0 f2 VB-TA or Sarnatherm-R ISO followed by min. 0.25-inch AD-BA or S-OM- FB-S2121-VC, FB-SAD-A, FB-OB500 -45.0%
33 steel ’ SECUROCK Gypsum-Fiber Roof Board BA or FB-TRA
Min. 22 ga., Min. 0.5-inch DensDeck or h Min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-H ISO S-2163, S-AD-A, S-
S-69. Type B, Grade Den;D.eck Prime Note 2 4 (’))ftz VB-TA or Sarnatherm-R ISO followed by min. 0.25-inch AD-BA or S-OM- FB-SAD-A, FB-OB500 or FB-TRA -45.0*
33 steel ’ SECUROCK Ultralight Coated Glass-Mat Roof Board BA
FB-S2170, FB-S2170-VC, FB-S2121
Min. 22 ga., ) ) Min. 1.5-inch Sarnatherm-A 1SO, Sarnatherm-H I1SO S-2163, S-AD-A, S- ! . Y
S-70 Type B, Grade Min. 0.5-inch DensDeck Note 2 1 per VB-S " or Sarnatherm-R ISO followed by min. 0.25-inch AD-BA or S-OM- FB-52121-VC, FB-SAD-FMA 12-inch -45.0*
B Prime 40ft2 | VB-SA2 uiiin v min. 2. A o.c., FB-SOM-FMA 12-inch o.c., FB- :
SAD-A, FB-OB500 or FB-TRA
Min. 22 ga., . . Min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-H ISO S-2163, S-AD-A, S-
.0.5- VB-SA1 . .
s71. | TypeB, Grade | Mim- 0:5-inch DensDeck Note 2 1 per SALOr 1 Sarnatherm-R 150 followed by min. 0.25-inch AD-BA or S-OM- | FB-SAD-A, FB-OB500 or FB-TRA -45.0*
Prime 4.0 ft2 VB-SA2
33 steel DEXcell FA Glass Mat Roof Board BA
Min. 22 ga., Min. 0.5-inch DensDeck 1 er VB-SA1 or Min. 1.5-inch Sarnatherm-A 1SO, Sarnatherm-H I1SO S-2163, S-AD-A, S- | FB-S2170, FB-S2170-VC, FB-S2121,
S-72. Type B, Grade Pr:m.e g Note 2 2 (;)ftl VB-SA2 or Sarnatherm-R ISO followed by min. 0.25-inch AD-BA or S-OM- FB-S2121-VC, FB-SAD-A, FB-OB500 -45.0%
33 steel ’ SECUROCK Gypsum-Fiber Roof Board BA or FB-TRA
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NEmoO | etc.e
TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

CHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP |

Thermal Barrier Vapor Insulation Layer(s)
Sys Deck . MDP
No. (Note 1) Type Fasten Attach Barrier Type Attach Roof Cover (Note 15) (psf)
P (Note 11) | (Note17) (Note 15) o (Notes 6,7,8)
Min. 22 ga., . . Min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-H ISO S-2163, S-AD-A, S-
S-73. Type B, Grade PMr:;eO'S_mCh DensDeck Note 2 41(;):2 zg ::; or or Sarnatherm-R ISO followed by min. 0.25-inch AD-BA or S-OM- FB-SAD-A, FB-OB500 or FB-TRA -45.0*
33 steel ’ SECUROCK Ultralight Coated Glass-Mat Roof Board BA
FB-S2170, FB-S2170-VC, FB-S2121
Min. 22 ga., ) ) Min. 1.5-inch Sarnatherm-A I1SO, Sarnatherm-H ISO S-2163, S-AD-A, S- ! ’ o
s74. | TypeB, Grade | 'in- 0.5-inch DensDeck Note 2 Lper | VB-CAZor | o hatherm-R ISO followed by min. 0.25-inch AD-BA or S-OM- FB-52121-VC, FB-SAD-FMA 12-inch | ¢,
B Prime a0fe | vecaz | DTS AT R \, o.c., FB-SOM-FMA 12-inch o.c., FB- '
SAD-A, FB-OB500 or FB-TRA
Min. 22 ga., . ) Min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-H ISO S-2163, S-AD-A, S-
575 | TypeB, Grade | Min-0-5-nchDensDeck | .\, Lper | VBCAZOr | sarnatherm-R ISO followed by min. 0.25-inch AD-BAorS-OM- | FB-SAD-A, FB-OB500 or FB-TRA -45.0%
Prime 4.0 ft2 VB-CA3
33 steel DEXcell FA Glass Mat Roof Board BA
Min. 22 ga., Min. 0.5-inch DensDeck 1 per VB-CA2 or Min. 1.5-inch Sarnatherm-A I1SO, Sarnatherm-H ISO S-2163, S-AD-A, S- FB-S2170, FB-S2170-VC, FB-S2121,
S-76. Type B, Grade Prirr;e : Note 2 4 (;)ftZ VB-CA3 or Sarnatherm-R ISO followed by min. 0.25-inch AD-BA or S-OM- FB-52121-VC, FB-SAD-A, FB-OB500 -45.0*
33 steel ’ SECUROCK Gypsum-Fiber Roof Board BA or FB-TRA
Min. 22 ga., . ) Min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-H ISO S-2163, S-AD-A, S-
577. | TypeB, Grade | Min-0-3-nchDensDeck | o\, Lper | VBCAZOr | sarnatherm-R IO followed by min. 0.25-inch AD-BAorS-OM- | FB-SAD-A, FB-OB500 or FB-TRA -45.0%
Prime 4.0 ft2 VB-CA3 X
33 steel SECUROCK Ultralight Coated Glass-Mat Roof Board BA
. . ) Insulation (optional): Min. 1.5-inch Sarnatherm-A
Min. 22 ga., Min. 0.5—|nch DensDeck, ISO, Sarnatherm-A CG, Sarnatherm-H ISO or
Type B, Grade DensDeck Prime, 1 per VB-SA1or | Sarnatherm-H CG S-2163, S-AD-A, S- FB-S2170, FB-S2170-VC, FB-S2121,
$78. | 33steel;6ft | SECUROCK Gypsum-Fiber | Note2 arie | vaeas o1 et herm Roof Board. | ADBAOTSOM- | FB-52121-VC, FB-SAD-FMA 12-inch | -60.0
span; #12 HWH | Roof Board or SECUROCK . - Coverboard: Min. 0.5-inch Sarnat erm oq oard- BA o.c. or FB-SOM-FMA 12-inch o.c.
Teks 5, 6” o.c. Glass-Mat Roof Board H or Sarnatherm Roof Board-R or min. 1.5-inch
Sarnatherm Composite Roof Board-H
Min. 22 ga., Min. 0.5-inch DensDeck, Insulation (optional): Min. 1.5-inch Sarnatherm-A
i 1SO, Sarnatherm-A CG, Sarnatherm-H ISO or - - - -
Type B, Grade DensDeck Prime, . 1 per VB-SA1 or $-2163, S-AD-A or FB-S2170, FB-S2170-VC, FB 522.121,
S-79. 33 steel; 6 ft SECUROCK Gypsum-Fiber Note 2 2702 VB-SA2 Sarnatherm-H CG S-AD-BA FB-52121-VC, FB-SAD-FMA 12-inch -60.0
span; #12 HWH | Roof Board or SECUROCK ’ Coverboard: Min. 0.5-inch Sarnatherm Roof Board- o.c. or FB-SOM-FMA 12-inch o.c.
Teks 5,6” o.c. Glass-Mat Roof Board Alll
. ) ) Insulation (optional): Min. 1.5-inch Sarnatherm-A
Min. 22 ga., Min. 0.5-inch DensDeck, 1SO, Sarnatherm-A CG, Sarnatherm-H ISO or
Type B, Grade DensDeck Prime, 1 per VB-SA1or | Sarnatherm-H CG S-2163, S-AD-A, S-
S-80. 33 steel; 6 ft SECUROCK Gypsum-Fiber Note 2 ) 7pft2 VB-SA2 C board: Min. 0.5-inch S h ¢ d AD-BA or S-OM- FB-OB500 or FB-TRA -60.0
span; #12 HWH | Roof Board or SECUROCK . - over| .oar .Mln. .5-inch Sarnatherm .Roo Board- BA
Teks 5, 6” o.c. Glass-Mat Roof Board H or;mn. 1.5-inch Sarnatherm Composite Roof
Board-H
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NEmoO | etc.e
TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

CHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP |

Thermal Barrier Vapor Insulation Layer(s)
Sys Deck . MDP
No. (Note 1) Type Fasten Attach Barrier T Attach Roof Cover (Note 15) of
P (Note 11) | (Note17) (Note 15) o (Notes 6,7,8)
Min. 22 ga., Min. 0.5-inch DensDeck, Insulation (optional): Min. 1.5-inch Sarnatherm-A
Type B, Grade DensDeck Prime, 1 VB-SA1 or ISO, Sarnatherm-A CG, Sarnatherm-H ISO or $-2163, S-AD-A, S-
S8l | 33steel;6ft | SECUROCK Gypsum-Fiber | Note2 srvie | veeas Sarnatherm-H CG AD-BA or S-OM- | FB-SAD-A or FB-OB500 -60.0
span; #12 HWH | Roof Board or SECUROCK ’ Coverboard: Min. 0.5-inch Sarnatherm Roof Board- | BA
Teks 5, 6” o.c. Glass-Mat Roof Board R
Min. 22 ga., Min. 0.5-inch DensDeck, Insulation (optional): Min. 1.5-inch Sarnatherm-A
i 1SO, Sarnatherm-A CG, Sarnatherm-H ISO or
TypeB, Grade | DensDeck Prime, 1per | VB-SAlor 5-2163, S-AD-A or
S-82. 33 steel; 6 ft SECUROCK Gypsum-Fiber Note 2 272 VB-SA2 Sarnatherm-H CG S-AD-BA FB-SAD-A -60.0
span; #12 HWH | Roof Board or SECUROCK ’ Coverboard: Min. 0.5-inch Sarnatherm Roof Board-
Teks 5,6” o.c. Glass-Mat Roof Board Alll
i Insulati ional): Min. 1.5-inch herm-A
Min. 22 ga., nsulation (optional): Min. 1.5-inch Sarnatherm FB-52170, FB-S2170-VC, FB-52121,
Type B, Grade . . 1SO, Sarnatherm-A CG, Sarnatherm-H ISO or 3
Min. 0.5-inch DensDeck 1 per S-2163, S-AD-A or FB-S2121-VC, FB-SAD-FMA 12-inch
S-83. 33 steel; 6 ft . Note 2 VB-SA1 Sarnatherm-H CG . -60.0
) Prime 2.7 ft2 K X S-AD-BA o.c., FB-SOM-FMA 12-inch o.c. or
span; #12 HWH Coverboard: Min. 0.5-inch Sarnatherm Roof Board- FB-SAD-A
Teks 5, 6” o.c. Alll i )
i Insulati ional): Min. 1.5-inch herm-A
Min. 22 ga., nsulation (optional): Min. 1.5-inch Sarnatherm FB-52170, FB-52170-VC, FB-S2121,
Type B, Grade ) . I1SO, Sarnatherm-A CG, Sarnatherm-H 1SO or 3
Min. 0.5-inch DensDeck 1 per VB-CA2 or S-2163, S-AD-A or FB-S2121-VC, FB-SAD-FMA 12-inch
S-84. 33 steel; 6 ft . Note 2 Sarnatherm-H CG . -60.0
) Prime 2.7 ft2 VB-CA3 K X S-AD-BA o.c., FB-SOM-FMA 12-inch o.c. or
span; #12 HWH Coverboard: Min. 0.5-inch Sarnatherm Roof Board- FB-SAD-A
Teks 5, 6” o.c. Alll kgl
SELF-ADHERING MEMBRANES:
i Min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-H ISO
Min. 22 ga., Min. 0.5-inch DensDeck or 1 per or Sarnatherm-R I1SO followed by min. 0.25-inch 5-2163, S-AD-A, S- G410 SA or G410 SA FB, self-
S-85. Type B, Grade X Note 2 s VB-TA . AD-BA or S-OM- . -45.0*
33 steel DensDeck Prime 4.0 ft DensDeck Prime or DEXcell FA Glass Mat Roof BA adhering
Board
. Min. 1.5-inch Sarnatherm-A 1SO, Sarnatherm-H ISO
.85 ";Alné éz (gsf;de Min. 0.5-inch DensDeck Note 2 1 per VB-SAlor | orSarnatherm-R ISO followed by min. 0.25-inch Z-Dz_lBG:;Sr?_gQ’_S- G410 SA or G410 SA FB, self- 45.0%
’ ypen, Prime 4.0 ft2 VB-SA2 DensDeck Prime or DEXcell FA Glass Mat Roof adhering '
33 steel BA
Board
Min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-H ISO
in. . T . S-2163, S-AD-A, S-
car | 2282 | Min.05inch DensDeck |\ lper | VB-CA2or | orSarnatherm-R ISO followed by min. 0.25-inch oo oon. | G4105A0r GAI0SA FB, self- sor
’ 3;pstee;| Prime 4.0 ft2 VB-CA3 DensDeck Prime or DEXcell FA Glass Mat Roof BA adhering '
Board
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NEmoO | etc.e
TABLE 2e: STEEL DECKS - NEW CONST! ON, REROOF (TEAR-OFF)

MECHANICALLY CHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED BASE PLY, BONDED ROOF COVER

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (Note 15)
Sys Deck e o h Barrier T MDP
No. (Note 1) T asten ttac T ac Base Pl Pl Pl (psf)
ype (Note11) | (Note17) | (Note15) Es (Notes 6,7,8) Ry Y Cap Ply
One or more layers, min. 1.5-inch 52163, S-AD-A S- FB-SAD-FMA 12-inch
Min. 22 ga., Type B, Min. 0.5-inch DensDeck 1 per ’ Sarnatherm-A ISO or Sarnatherm-H ISO 4 ! SBS- o.c., FB-SOM-FMA 12- e 0
588 | Grade 33 steel Prime Note 2 aofe | VB | tollowed by min. 0.25-inch DensDeck QE BA R VRA-CA | V" | incho.c, FB-saD-Aor | 0
Prime FB-OB500
One or more layers, min. 1.5-inch FB-SAD-FMA 12-inch
cgo | Min-22ga,Tye, | Min.0.51nch DensDeck Note 2 1 per Zfﬁz Sarnatherm-A ISO or Sarnatherm-H ISO i’;_l::'o Sr?_g'a‘_s' SBS- Nome | 0:Co FB-SOMEMA T2 |
’ Grade 33 steel Prime 4.0 ft2 followed by min. 0.25-inch DensDeck VRA-CA inch o.c., FB-SAD-A or ’
CA3 X BA
Prime FB-OB500
SBS-AA,
One or more layers, min. 1.5-inch 5-2163. S-AD-A S SBS-VRA- FB-SAD-FMA 12-inch
590, Min. 22 ga., Type B, Min. 0.5-inch DEXcell FA Note 2 1 per VB-SAL Sarnatherm-A.ISO or S.arnatherm-H ISO AD-BA or S-OM- CA, SBS- None f).c., FB-SOM-FMA 12- -45.0*
Grade 33 steel Glass Mat Roof Board 4.0 ft2 followed by min. 0.25-inch DEXcell FA BA VRA-CA- inch o.c., FB-SAD-A or
Glass Mat Roof Board SBor FB-OB500
SBS-TA1
SBS-AA,
VB-AA, One or more layers, min. 1.5-inch $-2163. S-AD-A S- SBS-VRA- FB-SAD-FMA 12-inch
501 Min. 22 ga., Type B, Min. 0.5-inch DEXcell FA Note 2 1 per VB-CA2, Sarnatherm-A ISO or Sarnatherm-H I1SO AD-BA ’or S-OM’- CA, SBS- None o.c., FB-SOM-FMA 12- -45.0*
’ Grade 33 steel Glass Mat Roof Board 4.0 ft2 VB-CA3 followed by min. 0.25-inch DEXcell FA BA VRA-CA- inch o.c., FB-SAD-A or ’
orVB-TA | Glass Mat Roof Board SBor FB-OB500
SBS-TA1
Min. 22 ga., Type B, One or more layers, min. 1.5-inch FB-SAD-FMA 12-inch
Grade 33 steel; 6 ft Min. 0.5-inch DensDeck 1 per Sarnatherm-A ISO or Sarnatherm-H ISO | S-2163, S-AD-A or SBS- o.c., FB-SOM-FMA 12-
S-92. . Note 2 VB-SA1 . K None . -60.0
span; #12 HWH Teks Prime 2.7 ft2 followed by min. 0.25-inch DensDeck S-AD-BA VRA-CA inch o.c., FB-SAD-A or
5,6” o.c. Prime FB-OB500
Min. 22 ga., Type B, VB-CA2 One or more layers, min. 1.5-inch FB-SAD-FMA 12-inch
503 Grade 33 steel; 6 ft Min. 0.5-inch DensDeck Note 2 1 per or ;/B- Sarnatherm-A ISO or Sarnatherm-H ISO | S-2163, S-AD-A or SBS- None o.c., FB-SOM-FMA 12- -60.0
’ span; #12 HWH Teks | Prime 2.7 ft2 CA3 followed by min. 0.25-inch DensDeck S-AD-BA VRA-CA inch o.c., FB-SAD-A or '
5,6” o.c. Prime FB-OB500
. One or more layers, min. 1.5-inch
Min. 22 ga., Type B, | i 6 5 inch DensDeck VBCAL | sarnatherm-A ISO, Sarnatherm-H SO | $-2163, S-AD-A,S- | SBS-SHF
Grade 40 steel; 6 ft . 1 per VB-SA1, . FB-SAD-A, FB-OB500
S-94. span. #12 HWH Prime or DEXcell FA Glass | Note 2 27f2 | VB-SA2 or Sarnatherm-R I1SO followed by min. AD-BA, S-OM-BA or SBS- None or FB-TRA -60.0
pan, N Mat Roof Board y 0.5-inch DensDeck Prime or DEXcell FA or TF-RA TA2
Teks 5, 6” o.c. or VB-TA
Glass Mat Roof Board
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ PEER-SIKA-001.B.R19 for FL9274-R37 (HVHZ)
Certificate of Authorization #32455 Sika Sarnafil; (781) 828-5400 Revision 19: 06/10/2026

TOP OF APPENDIX Appendix 1, Page 25 of 91



NEmoO | etc.e
TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED BASE PLY, BONDED ROOF COVER

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (Note 15)
Sys Deck e o h Barrier T MDP
No. (Note 1) T asten IS T ac Base PI Pl Pl (psf)
o ype (Note11) | (Note17) | (Note15) Es (Notes 6,7,8) Ry Y Cap Ply
Min. 0.5-inch DensDeck One or more layers, min. 1.5-inch
Min. 22 ga., Type B, | Prime, DEXcell FA Glass VB-CA1, Sarnatherm-A ISO, Sarnatherm-H ISO S-2163, S-AD-A, S- SBS-SHF
595 Grade 40 steel; 6 ft Mat Roof Board or Note 2 1 per VB-SA1, or Sarnatherm-R ISO followed by min. AD-BA, S-OM-BA or SBS- None FB-SAD-A, FB-OB500 825
’ span, #12 HWH SECUROCK Ultralight 1.3 ft2 VB-SA2 0.5-inch DensDeck Prime, DEXcell FA or TF-RA, 6-inch TA2 or FB-TRA :
Teks 5, 6” o.c. Coated Glass-Mat Roof or VB-TA | Glass Mat Roof Board or SECUROCK o.c.
Board Ultralight Coated Glass-Mat Roof Board

TABLE 2F: STEEL OR STRUCTURAL CONCRETE DECK - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

- O Top Insulation Layer o
ystem ase Insulation Layer
Deck (Note 1) Roof (Note 15)
No. eck {Note (Note 3, Note 13) Type Fastener Attach oof Cover (Note (psf)
(Note 11) (Note 17)
BAREBACK MEMBRANE APPLICATIONS:
Min. 22 ga. type B, Grade 33 steel or min. 2,500 | (Optional) One or more layers, any Min.\@gginch Sarnathegin-A 10, 1per | BB-52170, BB-52170-VC, BB-S2121 or
S-96. . [ . Sarnatherm-H ISO or Sarnatherm-R Note 2 -45.0*
psi structural concrete combination, loose laid IS0 2.0 ft? BB-52121-VC
597, M{n. 22 ga. type B, Grade 33 steel or min. 2,500 (Opthnal? One or more layers, any Min. 1.5-inch Sarnatherm-A 1SO Note 2 1 per2 BB-52175 -45.0*
psi structural concrete combination, loose laid 2.0 ft
Min. 22 ga. type B, Grade 33 steel or min. 2,500 Min. 1.5-inch thick, one or more . . . 1 per BB-S2170, BB-S2170-VC, BB-S2175, «
5-98. psi structural concrete layers, any combination, loose laid MIQR.Zegy< DensDeck Prime Note 2 2.0ft2 | BB-S2121 or BB-S2121-VC 450
Min. 22 ga., type B, Grade 33 steel or min. 2,500 Min. 1.5-inch thick, one or more . . . 1 per BB-52170, BB-S2170-VC, BB-S2175,

-99. . L . M .5-inch DensDeck P N 2 -45.0*
599 psi structural concrete layers, any combination, loose laid in 0.5-inch DensDeck Prime ote 4.0 ft? BB-S2121 or BB-52121-VC >0
$-100 Min. 22 ga. type B, Grade 33 steel or min. 2,500 Min. 1.5-inch thick, one or more Min. 0.25-inch DEXcell FA Glass Mat Note 2 1 per BB-52170, BB-S2170-VC, BB-S2175 or -45.0*

’ psi structural concrete layers, any combination, loose laid Roof Board 2.0 ft? BB-S2121 '
Min 0.5-inch DEXcell FA Gl M
Min. 22 ga., type B, Grade 33 steel or min. 2,500 Min. 1.5-inch thick, one or more in 0.5-inc ce . Glass Mat 1 per BB-52170, BB-S2170-VC, BB-S2175 or
S-101. R o . Roof Board or 7/16-inch DEXcell Note 2 ) -45.0*
psi structural concrete layers, any combination, loose laid 4.0 ft BB-S2121
Cement Roof Board
. Min. 1.5-inch thick, one or more Min. 0.375-inch SECUROCK Ultralight 1 per

-102. Min. 22 ga. T B i N 2 BB-S2170, BB-S2170-V BB-S217 -45.0*

5-10 in ga. Type B, Grade 33 steel layers, any combination, loose laid Coated Glass-Mat Roof Board ote 2.7 ft? 52170, BB-52170-VC or BB-52175 >0
. Min. 1.5-inch thick, one or more Min. 0.5-inch SECUROCK Ultralight 1 per
- . .22 ga. B ! 2 BB-S21 BB-S2170- BB-S21 -45.0*
5-103 Min g3. Type B, GBS layers, any combination, loose laid Coated Glass-Mat Roof Board Note 4.0 ft? 52170, BB-52170-VC or BB-52175 45.0
in. 0.25-i DE
5104 Min. 22 ga. Type B, Grade 33 steel; 6 ft span; Min. 1.5-inch thick, one or more ,F\{A(::Ef gO:r:jn;er)éfier:lC;ABS(iZIMat Note 2 1 per BB-52170, BB-S2170-VC, BB-S2175 or 525
' #12 HWH Teks 5, 6” o.c. layers, any combination, loose laid 1.3 ft? BB-S2121 ’
Cement Roof Board
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NEmoO | etc.e

TABLE 2F: STEEL OR STRUCTURAL CONCRETE DECK - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER
LATION, BONDED ROOF COVER

SYSTEM TYPE

. T Top Insulation Layer o
ystem ase Insulation Layer
Deck (Note 1) Roof (Note 15)
No. eck [Note (Note 3, Note 13) Type Fastener Attach oof Cover (Note (psf)
(Note 11) Note 17)
Min. 22 ga. Type B, Grade 33 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 0.25-inch SECUROCK Ultralight 1 per
S #12 HWH Teks 5, 6” o.c. layers, any combination, loose laid Coated Glass-Mat Roof Board NO'Q 1.3 ft? BB-52170, BB-52170-VC or BB-52175 525
Min. 22 ga. type B, Grade 33 steel; 6 ft span; #12
” R K One or more layers, any . . . 1 per BB-S2170, BB-S2170-VC, BB-S2175,
S-106. HWH Teks 5, 6” o.c. or min. 2,500 psi structural combination, loose laid Min. 0.625-inch DensDeck Prime Note 2 202 BB-52121 or BB-52121-VC -60.0
concrete
Min. 22 ga. Type B, Grade 33 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 0.25-inglg DEXcell FARQREs Mat 1per | BB-52170, BB-52170-VC, BB-52175 or
S-107. ' - . Roof Board or 7/16-inch DEXcell Note 2 , -60.0
#12 HWH Teks 5, 6” o.c. layers, any combination, loose laid 1.0 ft BB-S2121
Cement Roof Board
Min. 22 ga. Type B, Grade 33 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 0.25-inch SECUROCK Ultralight 1 per
5-108. #12 HWH Teks 5, 6” o.c. layers, any combination, loose laid Coated Glass-Mat Roof Board Note 2 1.0 ft? BB-52170, BB-52170-VC or BB-52175 600
Min. 22 ga. type B, Grade 33 steel; 6 ft span; #12 . .
” R K One or more layers, min. 1.5-inch | . . 1 per BB-S2170, BB-S2170-VC, BB-S2175,
S-1009. HWH Teks 5, 6” o.c. or min. 2,500 psi structural thick, any combination, loose laid Min. 0.5-inch DensDeck Prime Note 2 132 BB-S2121 or BB-S2121-VC -67.5
concrete
Min. 22 ga. ty,;,)e B, Grad.e 33 steel; §ft span; #12 One or more layers, min. 1.5-inch Min. 0.5-inch DEXce!I FA Glass Mat 1 per BB-52170, BB-52170-VC, BB-52175 or
S-110. HWH Teks 5, 6” o.c. or min. 2,500 psi structural . o . Roof Board or 7/16-inch DEXcell Note 2 ) -67.5
thick, any combination, loose laid 1.3 ft BB-S2121
concrete Cement Roof Board
Min. 22 ga. type B, Grade 33 steel; 6 ft span; two . .
| . 1.5-inch 1 BB-S2170, BB-S2170-VC, BB-S217
S-111. | (2) #12 HWH Teks 5 with %” washers, 6” o.c. or One or more layers, min. 1.5-inc Min. 0.5-inch DensDeck Prime Note 2 per 52170, BB-S2170-VC, BB-S2175, | g, 5
. . thick, any combination, loose laid 1.0 ft? BB-S2121 or BB-S2121-VC
min. 2,500 psi structural concrete
5112 Min. 22 ga. Type B, Grade 33 steel; 6 ft span; Min. 1.5-inch thick, one or more gﬂolgf gj;r;czrg%?&zﬁ I(jillzz;(scsell\l/lat Note 2 1 per BB-S2170, BB-S2170-VC, BB-S2175 or 825
' #12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid 1.45ft2 | BB-S2121 ’
Cement Roof Board
Min. 22 ga. Type B, Grade 33 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 0.5-inch SECUROCK Ultralight 1 per
S-113. Note 2 BB-S2170, BB-S2170-VC or BB-S2175 -82.5
#12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid Coated Glass-Mat Roof Board ote 1.45 ft? ’ or
5114 Min. 22 ga. Type B, Grade 80 steel; 6 ft span; Min. 1.5-inch thick, one or more gﬂolgf gosalrr:jczrgs)ize:xﬁ I(jillzz;(scsell\l/lat Note 2 1 per BB-52170, BB-S2170-VC, BB-S2175 or -90.0
: #12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid 1.45 ft? | BB-S2121 ’
Cement Roof Board
Min. 22 ga. Type B, Grade 80 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 0.5-inch SECUROCK Ultralight 1 per
S-115. . . Note 2 BB-S2170, BB-S2170-VC or BB-S2175 -90.0
#12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid Coated Glass-Mat Roof Board ote 1.45 ft2 or
Min. 22 ga. type B, Grade 80 or min. 20 ga., type
B, Grade 33 steel; 6 ft span; two (2) #12 HWH Teks | One or more layers, min. 1.5-inch . . . 1 per BB-S2170, BB-S2170-VC, BB-S2175,
-116. R . h . . .0.5- DensD 2 -97.
>-116 5 with %” washer, 6” o.c. or min. 2,500 psi thick, any combination, loose laid Min. 0.5-inch DensDeck Prime Note 1.0 ft? BB-S2121 or BB-S2121-VC 97:5
structural concrete
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TABLE 2F: STEEL OR STRU RAL CONCRETE DECK - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE LATION, BONDED ROOF COVER
. P Top Insulation Layer o
ystem ase Insulation Layer
Deck (Note 1 Roof C Note 15
No. eck (Note 1) (Note 3, Note 13) Type Fastener Attach oof Cover (Note 15) (psf)
(Note 11) (Note 17)
Min. 22 ga. type B, Grade 80 or min. 20 ga., type . .
c117 | B Grade 33 steel; 6 ft span; two (2) #12 HWHTeks | One or more layers, min. 1.5-inch ;/'O'gf g'cfa'rzcgrE;E/)i‘::Liﬁ SIE";(S;'I\I/'“ Nor Lper | BB-S2170, BB-S2170-VC, BB-S21750r | o
: 5 with %” washer, 6” o.c. or min. 2,500 psi thick, any combination, loose laid 1.0 ft2 BB-S2121 ’
Cement Roof Board
structural concrete
Min. 22 ga. type B, Grade 80 steel; 6 ft span; two . . .
Min. 1.5-inch thick 1
S-118. | (2) #12 HWH Teks 5 with %” washers, 6” o.c. or n. 1.3-inch thick, one ormore | iy o 5.inch DensDeck Prime Note 2 Per | B8-52170, BB-52170-VC 0r BB-52175 | -127.5
. . layers, any combination, loose laid 1.0 ft
min. 2,500 psi structural concrete
Min. 22 ga. type B, Grade 80 steel; 6 ft span; two ) . . Min. 0.5-inch DEXcell FA Glass Mat
S-119. (2) #12 HWH Teks 5 with %” washers, 6” o.c. or Min. 2-inch thICK’. om.e ormore . Roof Board or 7/16-inch DEXcell Note 2 1 perz BB-52170, BB-52170-VC, BB-52175 or -127.5
. . layers, any combination, loose laid 1.0ft BB-S2121
min. 2,500 psi structural concrete Cement Roof Board
Min. 22 ga. Type B, Grade 33 steel; 6 ft span; Min. 2-inch thick, one or more Min. 0.5-inch SECUROCK Ultralight 1 per
-120. N 2 BB-S2170, BB-S2170-V BB-S217 -127.
5-120 #12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid Coated Glass-Mat Roof Board ote 1.0 ft? 52170, 52170-VC or BB-52175 >
Min. 0.5-inch DEXcell FA GI M
c1p1 | Min.22ga. Type B, Grade 33 steel; 6 ft span; Min. 1.5-inch thick, one or more Rolgf gosalrr(‘icor 7/1§inch g;f‘cse” at Note 2 Lper | BB-52170, BB-S2170-VC, BB-S21750r | o
’ #12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid 1.0 ft? BB-S2121 '
Cement Roof Board
Min. 22 ga. Type B, Grade 80 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 0.5-inch SECUROCK Ultralight 1 per
-122. N 2 BB-S2170, BB-S2170-V BB-S217 -142.
> #12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid Coated Glass-Mat Roof Board ote 1.0 ft? 52170, 52170-VC or BB-52175 >
FELTBACK MEMBRANE APPLICATIONS:
5123, Ml.n. 22 ga. type B, Grade 33 steel or min. 2,500 (Optl(?nal? One or more layers, any Min. 0.25-inch DensDeck Prime Note 2 1 per2 FB-S2170-VC -45.0*
psi structural concrete combination, loose laid 2.0 ft
s-124. Ml.n. 22 ga., type B, Grade 33 steel or min. 2,500 | Min. 1.5-inch thl(.:k, qne or more . Min 0.5-inch DensDeck Prime Note 2 1 per2 FB-S2170-VC -45.0*
psi structural concrete layers, any combination, loose laid 4.0 ft
5125 Min. 22 ga., type B, Grade 33 steel or min. 2,500 Min. 1.5-inch thick, one or more Min. 0.25-inch DEXcell FA Glass Mat Note 2 1 per FB-S2170, FB-S2170-VC, FB-S2121, -45.0*
’ psi structural concrete layers, any combination, loose laid Roof Board 2.7 ft? FB-SAD-A, FB-OB500 or FB-TRA ’
5126 Min. 22 ga., type B, Grade 33 steel or min. 2,500 Min. 1.5-inch thick, one or more 'F\{/Iolgf gos;r;c:rg%z::]zﬁ gé?;ell\l/lat Note 2 1 per FB-S2170, FB-S2170-VC, FB-S2121, -45.0*
’ psi structural concrete layers, any combination, loose laid Cement Roof Board 4.0 ft? FB-SAD-A, FB-OB500 or FB-TRA '
FB-S2170-VC, FB-S2121, FB-S2121-
5127 Min. 22 ga. type B, Grade 33 steel or min. 2,500 One or more layers, any Min. 0.25-inch SECUROCK Gypsum- Note 2 1 per VC, FB-SAD-FMA 12-inch o.c., FB- -25.0%
’ psi structural concrete combination, loose laid Fiber Roof Board 2.0 ft2 SOM-FMA 12-inch o.c., FB-SAD-A, '
FB-OB500 or FB-TRA
FB-S2170-VC, FB-S2121, FB-S2121-
5128 Min. 22 ga. type B, Grade 33 steel or min. 2,500 One or more layers, any Min. 0.625-inch SECUROCK Gypsum- Note 2 1 per VC, FB-SAD-FMA 12-inch o.c., FB- -45.0*
' psi structural concrete combination, loose laid Fiber Roof Board 4.0 ft? SOM-FMA 12-inch o.c., FB-SAD-A, ’
FB-OB500 or FB-TRA
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NEmoO | etc.e
TABLE 2F: STEEL OR STRUCTURAL CONCRETE DECK - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE : CHED INSULATION, BONDED ROOF COVER
. P Top Insulation Layer o
ystem ase Insulation Layer
Deck (Note 1) Roof C (Note 15)
No. eck [Note (Note 3, Note 13) Type Fastener Attach oot Lover [Note (psf)
(Note 11) (Note 17)
5129, Ml.n. 22 ga. type B, Grade 33 steel or min. 2,500 (Optlt?nal? One or mo.re layers, any Min. 1.5-inch Sarnatherm-A ISO Note 2 1 per FB-S2170-VC 45.0%
psi structural concrete combination, loose laid 2.0 ft?
. . . Min. 1.5-inch Sarnatherm-A ISO,
s-130. | Min-22ga. type B, Grade 33 steel ormin. 2,500 | (Optional) One or more fayers, any | ¢ otorm 1150 or Sarnatherm-R Note 2 LPer | £p.$2121 or FB-52121-VC -45.0%
psi structural concrete combination, loose laid S0 2.0 ft?
i | e e a0t S 2 | ot oneormortoesany | Mo B AN s | 1per | oo rsimiove oz |
’ ! - o P combination, loose laid only) 2.0 ft2 | FB-SAD-A, FB-OB500 or FB-TRA '
concrete Cement Roof Board
. . . . . FB-S2170, FB-S2170-VC, FB-S2121,
5-132. | Min. 22 ga. Type B, Grade 33 steel Min. 1.5-inch thick, one or more | Min. 0.375-inch SECUROCK Gypsum- | \\ . L1Per | £g $2121°vC, FB-SAD-A, FB-OB500 -45.0%
layers, any combination, loose laid Fiber Roof Board 2.7 ft
or FB-TFRA
. Min. 1.5-inch thick, one or more Min. 0.375-inch SECUROCK Ultralight 1 per FB-52170, FB-S2170-VC, FB-SAD-A, «
5-133. Min. 22 ga. Type B, Grade 33 steel layers, any combination, loose laid | Coated Glass-Mat Roof Board Note 2 2.7 ft> | FB-OB500 or FB-TRA 450
. . . . . FB-S2170, FB-S2170-VC, FB-S2121,
S-134. | Min. 22 ga. Type B, Grade 33 steel Min. 1.5-inch thick, one ormore _ | Min. 0.5-inch SECUROCK Gypsum- Note 2 LPer | tg $2121°VC, FB-SAD-A, FB-OB500 -45.0%
layers, any combination, loose laid Fiber Roof Board 4.0 ft
or FB-TFRA
. Min. 1.5-inch thick, one or more Min. 0.5-inch SECUROCK Ultralight 1 per FB-S2170, FB-S2170-VC, FB-SAD-A,
S-135. Min. 22 ga. T B, Grade 33 steel A . Note 2 -45.0*
n ga. Type b, Lrade 53 stee layers, any combination, loose laid Coated Glass-Mat Roof Board ote 4.0 ft2 FB-OB500 or FB-TRA
5136 Min. 22 ga. Type B, Grade 33 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 0.25-inch DEXcell FA Glass Mat Note 2 1 per FB-S2170, FB-S2170-VC, FB-S2121, 525
' #12 HWH Teks 5, 6” o.c. layers, any combination, loose laid Roof Board 1.3 ft? FB-SAD-A, FB-OB500 or FB-TRA ’
Min. 22 ga. Type B, Grade 33 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 0.25-inch SECUROCK Gypsum- 1 per FB-52170, FB-S2170-VC, FB-52121,
S-137. ” L Y . Note 2 > FB-S2121-VC, FB-SAD-A, FB-OB500 -52.5
#12 HWH Teks 5, 6” o.c. layers, any combination, loose laid Fiber Roof Board 1.3ft
or FB-TFRA
5138 Min. 22 ga. Type B, Grade 33 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 0.25-inch SECUROCK Ultralight Note 2 1 per FB-S2170, FB-S2170-VC, FB-SAD-A, 525
' #12 HWH Teks 5, 6” o.c. layers, any combination, loose laid Coated Glass-Mat Roof Board 1.3 ft? FB-OB500 or FB-TRA ’
Min. 22 ga. type B, Grade 33 steel; 6 ft span, #12 | o i 606 or more layers, any | Min. 0.25-inch DEXcell FA Glass Mat 1per | FB-S2170, FB-S2170-VC, FB-OB500 or
S-139. HWH Teks 5, 6” o.c. or min. 2,500 psi structural \ X Note 2 -52.5
combination, loose laid Roof Board 1.8 ft? FB-TRA
concrete
$-140 Eﬂwﬁzfeis.Styg’?oB’cG(;f(rj:i:?’ZS;%I; iifztizacrt‘;rillz (Optional) One or more layers, any | Min. 7/16-inch DEXcell Cement Roof Note 2 1 per FB-S2170, FB-S2170-VC, FB-S2121, 525
’ concrete ! o i P combination, loose laid Board 1.8 ft2 FB-SAD-A, FB-OB500 or FB-TRA ’
FB-S2170, FB-S2170-VC, FB-S2121
in. 22 ga. B c ; #12 ) . i ’ ' S
s-141 HM\;\?H Telias tz,?i c, Srr?':ii 323 ;B%EI'S?:::UPSTJ’Q? One or more layers, any Min. 0.625-inch DensDeck Prime or Note 2 1 per FB-52121-VC, FB-SAD-FMA 12-inch 525
: concrete ! e B P combination, loose laid SECUROCK Gypsum-Fiber Roof Board 2.0 ft2 o.c., FB-SOM-FMA 12-inch o.c., FB- ’
SAD-A, FB-OB500 or FB-TRA
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TABLE 2F: STEEL OR STRU RAL CONCRETE DECK - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE LATION, BONDED ROOF COVER
. P Top Insulation Layer o
ystem ase Insulation Layer
Deck (Note 1) Roof C (Note 15)
No. eck [Note (Note 3, Note 13) Type Fastener Attach oot Lover [Note (psf)
(Note 11) (Note 17)
Min. 22 ga. type B, Grade 80 steel; 6 ft span, #12 . . .
5142 HWH Teks 5, 6” o.c. or min. 2,500 psi structural (Optlt?nal? One or mo.re layers, any Min. 0.5-inch DEXcell FA Glass Mat Note 2 (#15 1 perz FB-S2121 or FB-SAD-A 600
combination, loose laid Roof Board only) 1.3 ft
concrete
Min. 22 ga. Type B, Grade 33 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 0.25-inch SECUROCK Gypsum- 1 per FB-52170, FB-52170-VC, FB-52121,
S-143. " L . ) Note 2 N FB-S2121-VC, FB-SAD-A, FB-OB500 -60.0
#12 HWH Teks 5, 6” o.c. layers, any combination, loose laid Fiber Roof Board 1.0 ft
or FB-TFRA
S-144 Min. 22 ga. Type B, Grade 33 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 0.25-inch SECUROCK Ultralight Note 2 1 per FB-S2170, FB-S2170-VC, FB-SAD-A, -60.0
: #12 HWH Teks 5, 6” o.c. layers, any combination, loose laid Coated Glass-Mat Roof Board 1.0 ft? FB-OB500 or FB-TRA ’
. FB-S2170, FB-S2170-VC, FB-S2121,
5-145 HM\;:H ?I'iliaé tg?i lz’ grriri'r:i 323 ;Beoel,s(ii Sf:rsup;r;,rzlﬂ One or more layers, min. 1.5-inch Min. 0.5-inch DensDeck Prime or Note 2 1 per FB-S2121-VC, FB-SAD-FMA 12-inch 675
’ concrete ! e o s thick, any combination, loose laid SECUROCK Gypsum-Fiber Roof Board 1.3ft2 | o.c., FB-SOM-FMA 12-inch o.c., FB- '
SAD-A, FB-OB500 or FB-TRA
s 146 HMV'\'/’H ZTiliaS tg,‘,’i 'z' fr"'::ii 323 ;B%e"'sf Sf::upcat:;rzllz One or more layers, min. 1.5-inch | Min. 0.5-inch DEXcell FA Glass Mat Note 2 Lper | FB-52170, FB-52170-VC, FB-0B5000r |
’ ! - B P thick, any combination, loose laid Roof Board 1.3 ft2 FB-TRA '
concrete
147 HM\;'H ZTilias tg’,‘,’i 'z’ grr‘?:ii 323 ;B%e“s? ::rsupcat':rzllz One or more layers, min. 1.5-inch | Min. 7/16-inch DEXcell Cement Roof | |\ 1per | FB-52170, FB-52170-VC, FB-S2121, 75
’ concrete ! e B P thick, any combination, loose laid Board 1.3 ft2 FB-SAD-A, FB-OB500 or FB-TRA '
Min. 22 ga. B l;6f ; #12
5148 HVI\r;H Tekgsas tz,?i c, Srr?ndii 323 ;B%e ,sEii szrsupcatTJ’ral (Optional) One or more layers, any Min. 1.5-inch Sarnatherm-A I1SO or Note 2 1 per FB-SAD-FMA 12-inch o.c., FB-SAD-A, 675
’ concrete ! e B P combination, loose laid. Sarnatherm-H ISO 1.3 ft2 FB-OB500 or FB-TRA '
. FB-S2170, FB-S2170-VC, FB-S2121,
5-149 :\;l)n;lzzzH%:/HZZIfs% ;rtid;"?:;asst::rlé 66f’tsp;ar;,rtwo One or more layers, min. 1.5-inch Min. 0.5-inch DensDeck Prime or Note 2 1 per FB-S2121-VC, FB-SAD-FMA 12-inch 825
’ min. 2.500 psi structuralaconcrete ! o thick, any combination, loose laid SECUROCK Gypsum-Fiber Roof Board 1.0ft2 | o.c., FB-SOM-FMA 12-inch o.c., FB- '
- P SAD-A, FB-OB500 or FB-TRA
Min. 22 ga. type B, Grade 33 steel; 6 ftspan;two | (e avers min. 1.5-inch | Min. 0.5-inch DEXcell FA Glass Mat lper | FB-S2170, FB-52170-VC, FB-OB500 or
S-150. (2) #12 HWH Teks 5 with %” washers, 6” o.c. or . . . Note 2 5 -82.5
. . thick, any combination, loose laid Roof Board 1.0 ft FB-TRA
min. 2,500 psi structural concrete
S-151 g;z&a%z:ggg v?&iifsvias:ﬁ:rls Gef,t;ia:: rtwo One or more layers, min. 1.5-inch Min. 7/16-inch DEXcell Cement Roof Note 2 1 per FB-S2170, FB-52170-VC, FB-S2121, 825
’ . . ) \ - thick, any combination, loose laid Board 1.0 ft? FB-SAD-A, FB-OB500 or FB-TRA ’
min. 2,500 psi structural concrete
B-S21 B-S2170- B-S2121
Min. 22 ga. Type B, Grade 33 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 0.5-inch SECUROCK Gypsum- 1 per FB-52170, FB-52170-VC, FB-5S ’
S-152. | Y o ) : Note 2 , | FB-52121-VC, FB-SAD-A, FB-OB500 -82.5
#12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid Fiber Roof Board 1.45 ft or FB-TFRA
5153 Min. 22 ga. Type B, Grade 33 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 0.5-inch SECUROCK Ultralight Note 2 1 per FB-52170, FB-S2170-VC, FB-SAD-A, 825
’ #12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid Coated Glass-Mat Roof Board 1.45 ft2 | FB-OB500 or FB-TRA ’
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TABLE 2F: STEEL OR STRUCTURAL CONCRETE DECK - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE CHED INSULATION, BONDED ROOF COVER
. P Top Insulation Layer o
ystem ase Insulation Layer
Deck (Note 1 Roof C Note 15
No. eck (Note 1) (Note 3, Note 13) Type Fastener Attach oof Cover (Note 15) (psf)
(Note 11) (Note 17)
S-154 Min. 22 ga. Type B, Grade 80 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 0.5-inch DEXcell FA Glass Mat Note 2 1 per FB-S2170, FB-S2170-VC, FB-OB500 or -90.0
: #12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid Roof Board 1.45 ft? | FB-TRA ’
S-155 Min. 22 ga. Type B, Grade 80 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 7/16-inch DEXcell Cement Roof Note 2 1 per FB-S2170, FB-S2170-VC, FB-S2121, 900
’ #12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid Board 1.45 ft2 | FB-SAD-A, FB-OB500 or FB-TRA ’
Min. 22 ga. Type B, Grade 80 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 0.5-inch SECUROCK Gypsum- 1 per FB-52170, FB-52170-VC, FB-52121,
S-156. . ” ” S ) A Note 2 , | FB-S2121-VC, FB-SAD-A, FB-OB500 -90.0
#12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid Fiber Roof Board 1.45 ft or EB-TERA
5157 Min. 22 ga. Type B, Grade 80 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 0.5-inch SECUROCK Ultralight Note 2 1 per FB-S2170, FB-S2170-VC, FB-SAD-A, -90.0
’ #12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid Coated Glass-Mat Roof Board 1.45 ft> | FB-OB500 or FB-TRA '
Min. 22 ga. type B, Grade 80 or min. 20 ga., type FB-52170, FB-S2170-VC, FB-S2121,
5158 B, Grade 33 steel; 6 ft span; two (2) #12 HWH Teks | One or more layers, min. 1.5-inch Min. 0.5-inch DensDeck Prime or Note 2 1 per FB-S2121-VC, FB-SAD-FMA 12-inch 975
’ 5 with %” washers, 6” o.c. or min. 2,500 psi thick, any combination, loose laid SECUROCK Gypsum-Fiber Roof Board 1.0 ft? o.c., FB-SOM-FMA 12-inch o.c., FB- '
structural concrete SAD-A, FB-OB500 or FB-TRA
. Sarnafastener
M!n. 22 ga. type B, Grade 33 steel; 5-ft spa.n or ‘ ‘ . . 415 XP or OMG FB-52170, FB-52170-VC, FB-52121,
5159 Min. 20 ga., type B, Grade 33 steel; 5-ft, 8-inch One or more layers, min. 1.5-inch Min. 0.5-inch SECUROCK Gypsum- XHD Fastener 1 per FB-52121.VC. FB-SAD-A. FB-OB500 1200
’ span or Min. 22 ga., type B, Grade 80 steel; 6-ft thick, any combination, loose laid Fiber Roof Board with OMG 3 in. 1.0 ft2 or FB-TFRA ! ! '
span, #12 HWH Teks 5 with %” washers, 6” o.c. pavalume Steel
Min. 22 ga. type B, Grade 80 steel; 6 ft span; two ) . .
Min. 1.5-inch thick 1
$-160. | (2)#12 HWH Teks 5 with %" washers, 6” o.c. o n. 1.3-inch thick, one or more "y o 5.inch DensDeck Prime Note 2 Per | FB-s2170-vC 1275
. . layers, any combination, loose laid 1.0 ft
min. 2,500 psi structural concrete
5161 Min. 22 ga. Type B, Grade 33 steel; 6 ft span; Min. 2-inch thick, one or more Min. 0.5-inch DEXcell FA Glass Mat Note 2 1 per FB-S2170, FB-S2170-VC, FB-OB500 or 1275
' #12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid Roof Board 1.0 ft? FB-TRA '
5162 Min. 22 ga. Type B, Grade 33 steel; 6 ft span; Min. 2-inch thick, one or more Min. 7/16-inch DEXcell Cement Roof Note 2 1 per FB-S2170, FB-S2170-VC, FB-S2121, 1275
: #12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid Board 1.0 ft? FB-SAD-A, FB-OB500 or FB-TRA ’
FB-S2170, FB-S2170-VC, FB-S2121
Min. 22 ga. Type B, Grade 33 steel; 6 ft span; Min. 2-inch thick, one or more Min. 0.5-inch SECUROCK Gypsum- 1 per 52170, FB-52170-VC, FB-S .
S-163. : ” ” . ) ) Note 2 ) FB-S2121-VC, FB-SAD-A, FB-OB500 -127.5
#12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid Fiber Roof Board 1.0ft or FB-TFRA
s-164 Min. 22 ga. Type B, Grade 33 steel; 6 ft span; Min. 2-inch thick, one or more Min. 0.5-inch SECUROCK Ultralight Note 2 1 per FB-52170, FB-S2170-VC, FB-SAD-A, 1275
’ #12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid Coated Glass-Mat Roof Board 1.0 ft? FB-OB500 or FB-TRA '
5165 Min. 22 ga. Type B, Grade 80 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 0.5-inch DEXcell FA Glass Mat Note 2 1 per FB-S2170, FB-S2170-VC, FB-OB500 or 1425
' #12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid Roof Board 1.0 ft? FB-TRA ’
S-166 Min. 22 ga. Type B, Grade 80 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 7/16-inch DEXcell Cement Roof Note 2 1 per FB-S2170, FB-S2170-VC, FB-S2121, 1425
' #12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid Board 1.0 ft? FB-SAD-A, FB-OB500 or FB-TRA ’
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TABLE 2F: STEEL OR STRUCTURAL CONCRETE DECK - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

CHED INSULATION, BONDED ROOF COVER

. T Top Insulation Layer o
ystem ase Insulation Layer
Deck (Note 1 Roof Note 15
No. eck (Note 1) (Note 3, Note 13) Type Fastener Attach oof Cover (Note 15) (psf)
(Note 11) (Note 17)
5167 Min. 22 ga. Type B, Grade 80 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 0.5-inch SECUROCK Gypsum- Note 2 1 per EE:ZEECI)I—\ECB—?:EZE—D\{% |;21502315201(') 1425
' #12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid Fiber Roof Board 1.0 ft? or FB-TFRA ’ ’ ’
5168 Min. 22 ga. Type B, Grade 80 steel; 6 ft span; Min. 1.5-inch thick, one or more Min. 0.5-inch SECUROCK Ultralight Note 2 1 per FB-S2170, FB-S2170-VC, FB-SAD-A, 1425
’ #12 HWH Teks 5 with %” washers, 6” o.c. layers, any combination, loose laid Coated Glass-Mat Roof Board 1.0 ft? FB-OB500 or FB-TRA '
SELF-ADHERING MEMBRANES:
. . . Min. 1.5-inch Sarnatherm-A ISO,
5-169. Ml.n. 22 ga. type B, Grade 33 steel or min. 2,500 (Optu’fnal? One or more layers, any Sarnatherm-H ISO or Sarnatherm-R Note 2 1 per2 G410 §A or G410 SA FB, self- -45.0*
psi structural concrete combination, loose laid 150 2.0 ft adhering
Min. 22 ga. type B, Grade 33 steel or min. 2,500 (Optional) One or more layers, any Min. 0.25-inch DensDeck Prime or 1 per G410 SA or G410 SA FB, self- «
S-170. . L . Note 2 ) ) -45.0
psi structural concrete combination, loose laid DEXcell FA Glass Mat Roof Board 2.0 ft adhering
S171. Ml.n. 22 ga., type B, Grade 33 steel or min. 2,500 | Min. 1.5-inch thl(.:k, qne or more . Min 0.5-inch DensDeck Prime Note 2 1 per2 G410 .SA or G410 SA FB, self- 45.0%
psi structural concrete layers, any combination, loose laid 4.0 ft adhering
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TABLE 2G: STEEL OR CONCRETE DECK - NEW CONST

ACHED INSULATION, BONDED BASE PLY, BONDED ROOF COVER

10N, REROOF (TEAR-OFF) o0R RECOVER

NEmoO | etc.e

X Top Insulation Layer Roof Cover (Note 15)
System Deck (Note 1 Base Insulation Layer — . Primer MDP
(Note 1) Attac
No. (Note 3, Note 13) T GRS Base PI PI Cap PI (psf)
ype (Note 11) (Note 17) ase Ply \ ap Fly
One or more layers, FB-SAD-FMA 12-inch
5172 Min. 22 ga. type B, Grade 33 steel or an combinatio¥1 ! Min. 0.25-inch DensDeck Note 2 1 per None SBS-AA, SBS-VRA- (Optional) o.c., FB-SOM-FMA 12- 45.0*
: min. 2,500 psi structural concrete v X ! Prime 2.0 ft? CA or SBS-TA1 SBS-AA inch o.c., FB-SAD-A or ’
loose laid
FB-OB500
One or more layers Vapor FB-SAD-FMA 12-inch
Min. 22 ga. type B, Grade 33 steel or o ! Min. 0.25-inch DensDeck 1 per Retarder o.c., FB-SOM-FMA 12- «
5173, min. 2,500 psi structural concrete laon(z/szti;r;:matlon, Prime Note 2 2.0 ft? Primer SB e None inch o.c., FB-SAD-A or 45.0
orVC FB-OB500
. One or more layers, R R .
Min. 22 ga. type B, Grade 33 steel or - ! Min. 0.25-inch DEXcell FA 1 per (Optional) «
S min. 2,500 psi structural concrete rongszc:;?:matmn, Glass Mat Roof Board pate 2 4.0 ft2 None SBS-AA or SBS-TAL SBS-AA FB-SAD-A or FB-OB500 45.0
) FB-SAD-FMA 12-inch
Min. 22 ga. type B, Grade 3,:3 steel, 6 | One or more I.ayers, Min. 0.25-inch DEXcell FA | Note 2 (#14 1 per SBS-AA, SBS-VRA- (Optional) o.c., FB-SOM-FMA 12-
S-175. ft span, #12 HWH Teks 5, 6” o.c. or any combination, None CA, SBS-VRA-CA- X -45.0
) ) R Glass Mat Roof Board or #15 only) 1.8 ft2 SBS-AA inch o.c., FB-SAD-A or
min. 2,500 psi structural concrete loose laid SB or SBS-TA1
FB-OB500
. Vapor FB-SAD-FMA 12-inch
176 X's"'azrf gi'ztﬁ‘xHB’T(:;:‘;e gf;t:e'c’)f ao:ec(;rm”:’?r:ztlii‘;ers’ Min. 0.25-inch DEXcell FA | Note 2 (#14 lper | Retarder | oo ) None 0.c., FB-SOM-FMA 12- 450
’ mir? ) ’500 i structurallconcr.e.te Iogse laid ! Glass Mat Roof Board or #15 only) 1.8 ft2 Primer SB inch o.c., FB-SAD-A or '
2P or Ve FB-OB500
. . One or more layers, FB-SAD-FMA 12-inch
<177 :"S”'aznz gi'zthB'TSIste g’,;o’st:e;'rs min. 1-inch, any Min. 0.25-inch DensDeck | Note 2 (#14 per | oo SBS-AA, SBS-VRA- | (Optional) | o.c., FB-SOM-FMA 12- 0.0
’ span, ) ’ - combination, loose Prime or #15 only) 1.8 ft? CA or SBS-TA1 SBS-AA inch o.c., FB-SAD-A or '
min. 2,500 psi structural concrete .
laid FB-OB500
. One or more layers Vapor FB-SAD-FMA 12-inch
Min. 22 ga. B l; . ! - .
n ga. type B, Grade 3,? steel; 6 min. 1-inch, any Min. 0.25-inch DensDeck Note 2 (#14 1 per Retarder o.c., FB-SOM-FMA 12-
S-178. ft span, #12 HWH Teks 5, 6” o.c. or L . R SBS-SA None . -60.0
min. 2.500 bsi structural concrete combination, loose Prime or #15 only) 1.8 ft? Primer SB inch o.c., FB-SAD-A or
Bt laid or Ve FB-OB500
. One or more layers FB-SAD-FMA 12-inch
Min. 22 ga. B ; 1
170 | panesgm Ve ngdse g’,:”;t:e;'rs min. 1-inch, any Min. 0.5-inch DensDeck | Note2 (#14 | lper | SBS-AA, SBS-VRA- | (Optional) | oc, FBSOM-FMA12- |
’ ) pan, . ! N combination, loose Prime or #15 only) 1.6 ft2 CA or SBS-TA1 SBS-AA inch o.c., FB-SAD-A or '
min. 2,500 psi structural concrete .
laid FB-OB500
. . One or more layers, Vapor FB-SAD-FMA 12-inch
Min. 22 ga. type B, Grade 3,,3 N min. 1-inch, any Min. 0.5-inch DensDeck Note 2 (#14 1 per Retarder o.c., FB-SOM-FMA 12-
S-180. ft span, #12 HWH Teks 5, 6” o.c. or . . ) . SBS-SA None . -67.5
min. 2.500 psi structural concrete combination, loose Prime or #15 only) 1.6 ft Primer SB inch o.c., FB-SAD-A or
$&200P laid or Ve FB-OB500
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NEmoO | etc.e
TABLE 2G: STEEL OR CONCRETE DECK - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

LY ATTACHED INSULATION, BONDED BASE PLY, BONDED ROOF COVER

X Top Insulation Layer Roof Cover (Note 15)
System Deck (Note 1 Base Insulation Layer — . Primer MDP
(Note 1) Attac|
No. (Note 3, Note 13) T GRS Base PI PI Cap PI (psf)
ype (Note 11) (Note 17) ase Ply Y ap Fly
. . One or more layers, FB-SAD-FMA 12-inch
s181 X'Sn'aiz S:'ztlexHB'TSgdse :,9;tceec|"r6 min. 1-inch, any Min. 0.5-inch DensDeck | Note 2 (#15 per | oo SBS-AA, SBS-VRA- | (Optional) | o.c., FB-SOM-FMA 12- 50
’ P ) '500 i struct I’ ) t combination, loose Prime only) 1.6 ft? CA or SBS-TA1 SBS-AA inch o.c., FB-SAD-A or '
min. 2, psi structural concrete laid FB-OB500
. . One or more layers, Vapor FB-SAD-FMA 12-inch
Min. 22 ga. type B, Grade 8,(,) steel; 6 min. 1-inch, any Min. 0.5-inch DensDeck Note 2 (#15 1 per Retarder o.c., FB-SOM-FMA 12-
S-182. ft span, #12 HWH Teks 5, 6” o.c. or L. . R SBS-SA None . -75.0
min. 2.500 bsi structural concrete combination, loose Prime only) 1.6 ft? Primer SB inch o.c., FB-SAD-A or
et laid or Ve FB-OB500
. One or more layers FB-SAD-FMA 12-inch
Min. 22 ga. B l; . . ! . . .
o153 |6 ;:S angl'ltzyz;”_" %ﬁ‘:?éf;ece' min. 1.5-inch, any Min. 0.5-inch DensDeck | Note 2 (#14 per | o SBS-AA, SBS-VRA- | (Optional) | o, FBSOM-FMA12- | o
’ .p ! ) ! - combination, loose Prime or #15 only) 1.0 ft? CA or SBS-TA1 SBS-AA inch o.c., FB-SAD-A or '
or min. 2,500 psi structural concrete .
laid FB-OB500
Min. 0.5-inch DensDeck
Min. 22 ga., type B, Grade 80 steel; One or more lavers Prime, DEXcell FA Glass
S-184 6 ft span; two (2) #12 HWH Teks 5, an combinatio\; ! Mat Roof Board or Note 2 1 per None SBS-SHF or SBS- None FB-SAD-A, FB-OB500 975
’ 6” 0.c. or min. 2,500 psi structural v ) ! SECUROCK Ultralight 1.3 ft? TA2 or FB-TRA '
loose laid
concrete Coated Glass Mat Roof
Board
Min. 22 ga., type B, Grade 80 steel; One or more layers, FB-SAD-FMA 12-inch
5185 6 ft span; two (2) #12 HWH Teks 5, min. 1.5-inch, any Min. 0.5-inch DensDeck Note 2 (#14 1 per None SBS-AA, SBS-VRA- (Optional) o.c., FB-SOM-FMA 12- 120.0
’ 6” o.c. or min. 2,500 psi structrual combination, loose Prime or #15 only) 1.0 ft? CA or SBS-TA1 SBS-AA inch o.c., FB-SAD-A or '
concrete laid FB-OB500
Min. 22 ga., type B, Grade 80 steel; One or more layers,
6 ft span; two (2) #12 HWH Teks 5, min. 1.5-inch, any Min. 0.5-inch DEXcell FA Note 2 (#14 1 per
S 6” o.c. or min. 2,500 psi structrual combination, loose Glass Mat Roof Board or #15 only) 1.0 ft2 None SBS-TAL None FB-SAD-A or FB-08500 -1200
concrete laid
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TABLE 2H: STEEL DECK - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-18: MECHANICALLY ATTACHED & BONDED INSULATION, BONDED ROOF COVER

System X Top Insulation Layer MDP
Deck (Note 1) Base Insulation Layer - - Roof Cover (Note 15)
No. Type Adhesive (Notes 6,7,8) I Fastening (Note 11) (psf)
BAREBACK MEMBRANE APPLICATIONS:
Min. 22 ga., type B, Grade 80 steel; Min. 1.5-inch Sarnatherm-A ISO, . . S-2163, S-AD-A, S- . BB-S2170, BB-S2170-
$-187. | 6ftspan;two (2) #12 HWH Teks5 | Sarnatherm-H ISO or Sarnatherm-R gg:‘sgfd'(";:me AD-BA, S-OM-BA or Sae:"fg':ttf”Nert#lli XP with Sarnaplate, 1|\ ‘a8 65175 or BB- 1275
with %” washers, 6” o.c. IS0, loose laid TE-RA perd.01t" (Note17) $2121
Min. 22 ga., type B, Grade 80 steel; Min. 1.5-inch Sarnatherm-A ISO, Min. 0.5-inch S$-2163, S-AD-A, S- Sarnafastener #15 XP with Sarnaplate. 1 BB-S52170, BB-S2170-
S-188. 6 ft span; two (2) #12 HWH Teks 5 Sarnatherm-H ISO or Sarnatherm-R DEXcell FA Glass AD-BA, S-OM-BA or or 1.0 ft2 (Note 17 plate, VC, BB-S2175 or BB- -127.5
with %” washers, 6” o.c. ISO, loose laid Mat Roof Board TF-RA per L. (Note 17) S2121
FELTBACK MEMBRANE APPLICATIONS:
) ) . FB-S2170, FB-S2170-VC,
Min. 22 ga., type B, Grade 80 steel; Min. 1.5-inch Sarnatherm-A I1SO, Min. 0.5-inch S$-2163, S-AD-A, S- Sarnafastener #15 XP with Sarnaplate, 1 FB-S2121, FB-S2121-VC,
S-189. 6 ft span; two (2) #12 HWH Teks 5 Sarnatherm-H ISO or Sarnatherm-R DensDeck Prime AD-BA, S-OM-BA or or 1.0 ft2 (Note 17 FB-SAD-A. FB-OB500 or -127.5
with %” washers, 6” o.c. ISO, loose laid TF-RA perL. (Note 17) !
FB-TRA
Min. 22 ga., type B, Grade 80 steel; Min. 1.5-inch Sarnatherm-A 1SO, Min. 0.5-inch S-2163, S-AD-A, S- Sarnafastener #15 XP with Sarnanlate. 1 FB-S2170, FB-S2170-VC,
S-190. 6 ft span; two (2) #12 HWH Teks 5 Sarnatherm-H ISO or Sarnatherm-R DEXcell FA Glass AD-BA, S-OM-BA or er 1.0 2 (Note 17 plate, FB-S2121, FB-SAD-A, -127.5
with %” washers, 6” o.c. ISO, loose laid Mat Roof Board TF-RA per % (Note 17) FB-OB500 or FB-TRA

TABLE 21: STEEL DECK - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-18: MECHANICALLY ATTACHED & BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck (Note 1) Base Insulation Layer Adhesi MDP
No. esive . Sf
Type Notes 6.7 8 Fastening (Note 11) Base Ply Ply Cap Ply (psf)
Min. 22 ga., type B, Min. 1.5-inch Sarnatherm-A ISO, ' ' >2163,> Sarnafastener #15 XP with | SBS-AA, SBS- ) FB-SAD-FMA 12-inch o.c.,
Grade 80 steel; 6 ft span; Min. 0.5-inch AD-A, S-AD- (Optional) )
5191 two (2) #12 HWH Teks 5 Sarnatherm-H SO or DensDeck Prime BA or S-OM- sarnaplate, 1 per 1.0 ft? VRA-CA or SBS-AA FB-SOM-FMA 12-inch o.c, -120.0
. ” ” Sarnatherm-R ISO, loose laid (Note 17) SBS-TA1 FB-SAD-A or FB-OB500
with %” washers, 6” o.c. BA
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NEmoO | etc.e

S I Attachment T
y:loem Deck (Note 1) (r::l: asloNn 8 a::)r Fast Row Spacing Fastener Roof Cover (Note 15B) of
. Note 5, Note 15, (N 11) o A A (psf)
astener [Note (inch) Spacing (inch)
SARNADISC TRUFAST IW PLATE INDUCTION WELDED SYSTEMS:
Min. 22 ga., Type B, Grade One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc $327 induction welded using Trufast Induction
S-192. 33 steel; 6 ft span, #12 HWH . . . . 60 12 . -45.0
” min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
Teks 5, 6” o.c.
Min. 22 ga., Type B, Grade One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc $327 induction welded using Trufast Induction
S-193. 33 steel; 6 ft span, #12 HWH ) . ) ; 72 6 ) -45.0
” min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
Teks 5, 6” o.c.
Min. 22 ga., Type B, Grade One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc $327 induction welded using Trufast Induction
S-194. 33 steel; 6 ft span, #12 HWH . R . . 48 12 . -60.0
” min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
Teks 5, 6” o.c.
Min. 20 ga., Type B, Grade One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc $327 induction welded using Trufast Induction
S-195. 33 steel; 6 ft span, #12 HWH ) . . . 72 6 ) -60.0
” min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
Teks 5, 6” o.c.
Min. 22 ga,, Type B, Grade One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc $327 induction welded using Trufast Induction
S-196. 33 steel; 6 ft span, #12 HWH . R . . 60 6 . -60.0
” min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
Teks 5, 6” o.c.
Min. 18 ga., Type B, Grade One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc $327 induction welded using Trufast Induction
S-197. 33 steel; 6 ft span, #12 HWH . R : . 72 6 X -75.0
” min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
Teks 5, 6” o.c.
Min. 2 LT B
in. 20 ga, Type B, Grade One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc $327 induction welded using Trufast Induction
5-198. 33 steel; 4.5 ft span, #12 min. 1.5-inch thick, prelim. attach Trufast IW Plate 2 6 Welding Tool and Magnets 750
HWH Teks 5, 6” o.c. o P & gnets.
Min. 22 ga., Type B, Grad . . . . . . .
" ga., lype B, race One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc $327 induction welded using Trufast Induction
S-199. 80 steel; 6 ft span, #12 HWH . R : : 72 6 X -75.0
” min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
Teks 5, 6” o.c.
Min. 2 LT B
in. 20 ga,, Type B, Grade One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc $327 induction welded using Trufast Induction
S-200. 33 steel; 6 ft span, #12 HWH . R . ) 60 6 . -75.0
” min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
Teks 5, 6” o.c.
Min. 22 ga., Type B, Grad
in ga., 1ype b, Lrade One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc $327 induction welded using Trufast Induction
S-201. 33 steel; 6 ft span, #12 HWH ) . . : 48 6 ) -75.0
” min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
Teks 5, 6” o.c.
in. 22 ga. B . . . . . .
Min ga, Type B, Grade One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc $327 induction welded using Trufast Induction
S-202. 33 steel; 6 ft span, #12 HWH \ R . ! 36 12 . -82.5
Teks 5. 6” o.c min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
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S I Attachment T
y,: : m Deck (Note 1) (':l: as'oN" . a::)r - Row Spacing Fastener Roof Cover (Note 15B o
. Note 5, Note 15, (Note 11) o A A (psf)
SRR (inch) Spacing (inch)
Min. 18 ga., T B, Grad
n ga., Type B, race One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc $327 induction welded using Trufast Induction
S-203. 33 steel; 6 ft span, #12 HWH ) R . . 60 6 . -90.0
Teks 5 6” o.c min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
Min. 20 ga., T B, Grad o . . . ) . .
" ga. 1ype race One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc S327 induction welded using Trufast Induction
S-204. 33 steel; 5 ft span, #12 HWH ) . . . 60 6 . -90.0
Teks 5. 6” o.c min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
Min. 22 ga., T B
n ga., Type B, Grade One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc $327 induction welded using Trufast Induction
S-205. 80 steel; 6 ft span, #12 HWH . R . . 60 6 . -90.0
Teks 5. 6” 0. min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
Min. 20 ga., T B, Grad o . . . ) . .
" ga., lype B, arace One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc $327 induction welded using Trufast Induction
S-206. 33 steel; 6 ft span, #12 HWH ) . . . 48 6 . -90.0
Teks 5. 6” o.c min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
Min. 1 LT B
in. 18 ga., Type B, Grade One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc $327 induction welded using Trufast Induction
S-207. 33 steel; 6 ft span, #12 HWH . R . . 48 6 X -112.5
Teks 5. 6” o.c min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
Min. 20 ga., T B, Grad o . : . ) . .
n ga., Type b, brace One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc $327 induction welded using Trufast Induction
S-208. 33 steel; 5 ft span, #12 HWH ) . ) ; 48 6 . -112.5
Teks 5. 6” o.c min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
Min. 22 ga., T B
n ga, Type B, Grade One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc $327 induction welded using Trufast Induction
S-209. 80 steel; 6 ft span, #12 HWH . R : ; 48 6 . -112.5
Teks 5. 6” o.c min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
Min. 22 ga., T B, Grad - . . . . . .
" ga., 1ype B, srace One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc $327 induction welded using Trufast Induction
S-210. 80 steel; 6 ft span, #12 HWH . . . ] 36 6 . -150.0
Teks 5. 6” o.c min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
Min. 22 ga., Type B, Grade One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc 1 per 4.0 ft?
s211. | 33 steel: 6 ft span #12 HWH | Min. 1.5-inch thick Trufast IW Plate (8 parts per 4x8 ft board) $327 induction welded using Trufast Induction | .,
Teks 5 6” o.c The roof insulation boards are placed with the 8 ft. board dimension oriented parallel to the steel deck ribs with adjacent boards offset along their 8 ft. Weldmg Tool and Magnets.
! o dimension by 12 in., to stagger the fastener/plate fastening pattern
Min. 22 ga., Type B, Grade One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc 1 per 3.2 ft2
5212 33 steel: 6 ft span #12 HWH | Min. 1.5-inch thick Trufast IW Plate (10 parts per 4x8 ft board) $327 induction welded using Trufast Induction | .
Teks 5 6” o.c The roof insulation boards are placed with the 8 ft. board dimension oriented parallel to the steel deck ribs with adjacent boards offset along their 4 ft. Weldmg Tool and Magnets.
! o dimension by 12 in., to stagger the fastener/plate fastening pattern
Min. 22 ga., Type B, Grade One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc 1 per 2.7 ft?
5213 33 steel; 6 ft span, #12 HWH | min. 1.5-inch thick Trufast IW Plate (12 parts per 4x8 ft board) $327 induction welded using Trufast Induction 825
Teks 5 with %” washers, 6” The roof insulation boards are placed with the 8 ft. board dimension oriented perpendicular to the steel deck ribs with adjacent boards offset along their Welding Tool and Magnets.
o.c. 4 ft. dimension by 12 in., to stagger the fastener/plate fastening pattern
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NEmoO | etc.e

Attachment

i MDP
Sv:lt)em e L) I(r:l:la:?\,n :- a:se)r P Row Spacing Fastener Roof Cover (Note 15B) o
. Note 5, Note 15, Note 11 o A A (psf)
astener (Note 11) (inch) Spacing (inch)
Min. 22 ga., Type B, Grade One or more layers, any combination, | Sarnafastener-T #15 with Sarnadisc 1 per 2.0 ft?
$214 80 steel; 6 ft span, #12 HWH | min. 1.5-inch thick Trufast IW Plate (16 parts per 4x8 ft board) $327 induction welded using Trufast Induction 112.5
' Teks 5 with %” washers, 6” The roof insulation boards are placed with the 8 ft. board dimension oriented perpendicular to the steel deck ribs with adjacent boards offset along their Welding Tool and Magnets. '
o.C. 4 ft. dimension by 12 in., to stagger the fastener/plate fastening pattern
Min. 22 ga., Type B, Grade One or more layers, any combination, Sarnafastener-T #15 with Sarnadisc 1 per 1.8 ft?
.15 | 80steel; 6ftspan, #12 HWH | min. 1.5-inch thick Trufast IW Plate (18 parts per 4x8 ft board) $327 induction welded using Trufast Induction | .
Teks 5 with %” washers, 6” The roof insulation boards are placed with the 8 ft. board dimension oriented parallel to the steel deck ribs with adjacent boards offset along their 4 ft. Welding Tool and Magnets‘
o.C. dimension by 6 in., to stagger the fastener/plate fastening pattern
Min. 22 ga., Type B, Grade One or more layers, any combination, Sarnafastener-T #15 with Sarnadisc 1 per 1.3 ft?
80 steel; 6 ft span, two (2) min. 1.5-inch thick Trufast IW Plate (24 parts per 4x8 ft board) $327 induction welded using Trufast Induction
S-216. S am . -150.0
#12 HWH Teks 5 with % The roof insulation boards are placed with the 8 ft. board dimension oriented parallel to the steel deck ribs with adjacent boards offset along their 4 ft. Weldmg Tool and Magnets‘
washers, 6” o.c. dimension by 6 in., to stagger the fastener/plate fastening pattern
SARNADISC RHINOBOND SYSTEMS:
Min. 18 ga., Type B, Grade L . . $327, 105327 or Sikaplan Universal (60-mil)
| f; #15 XP h
S-217. 33 steel; 6 ft span, two (2) O;Ti;r::tc;r; ayers, any combination, SRiri:?);;;ZnPelrate R XP WigpSarnadisc 72 12 induction welded using RhinoBond Installation -45.0
#12 HWH Teks 5, 6” o.c. P Tool
Min. 22 ga. type B, Grade L Sarnafastener #15 XP with Sarnadisc 24 _5327’ %05327 or Slkay.)lan Urnversal (60-mil) . "
S-218. One or more layers, any combination ) 36 induction welded using RhinoBond Installation | -45.0
33 steel RhinoBond Plate (staggered) Tool
Min. 18 ga., Type B, Grade L . . $327, 105327 or Sikaplan Universal (60-mil)
| #15 XP
S-219. 33 steel; 6 ft span, two (2) O;Ti;r;tc;r; ayers, any combination, SRiri:EESEZnPeI;te 5 XPRgliEpradisc 60 12 induction welded using RhinoBond Installation -52.5
#12 HWH Teks 5, 6” o.c. P Tool
Min. 18 ga., Type B, Grade . . . . Min. nominal 60-mil S327 or Sikaplan
S-220. 80 steel; 5 ft span; #12 One O.r mf)re Iayer.s, min. 2-inch, any Sar.nafastener ga> P with Sarnadisc 120 6 Universal induction welded using RhinoBond -52.5
" combination, prelim attach RhinoBond Plate .
HWH Teks 5, 6” o.c. Installation Tool.
Min. 22 ga. Type B, Grade . . .
27 27 kapl 1 (60-mil
S-221 40 steel; 7 ft span, #12 One or more layers, any combination Safgfastener #15 XP with Sarnadisc 24 24 isnsduc’t}(c)fngweIc:ire?iI uas’i)nanR%?A\;%r;:d(lsr?stZIIIa)tion -52.5
: HWH Teks 5 with 5/8” yers, any RhinoBond Plate (grid) Tool & ’
washers, 6” o.c.
Min. 22 ga. type B, Grade . . .
33 steel; 6 ft span, Traxx/5 \ 4 Sarnafastener #15 XP with Sarnadisc 24 _5327' %05327 or SlkaPIan Urnversal (60-mil) .
S-222. e ” One or more layers, any combination . 24 induction welded using RhinoBond Installation -60.0
or Hilti X-HSN 24 screws, 6 RhinoBond Plate (staggered) Tool
o.c.
Min. 22 ga. Type B, Grade . . .
S-223 40 steel; 7 ft span, #12 One or more layers, any combination sarnafastener-MAXLoad and with 24 24 isr13dzl.17c't?(;sr133v7el(:;ezlIfJasFi)rlwanRLwa?r:\tI)eBr;sld(?r?sglllla)ltion -60.0
’ HWH Teks 5 with 5/8” vers, any Sarnadisc RhinoBond Plate (grid) Tool & ’
washers, 6” o.c.
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TABLE 2): STEEL DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-2: INSULATED, INDUCTION-WELDED ROOF COVER

S I Attachment T
y:loe " e L) (r:l: a;iln q a:se)r P Row Spacing Fastener Roof Cover (Note 15B) o
. Note 5, Note 15, N 11 o A A (psf)
astener (Note 11) (inch) Spacing (inch)
Min. 22 ga., Type B, Grade . . . . . . .
s-224. 50 steel; 6 ft span, 5/8” One or more layers, any combination Sar.nafastener #15 XP with Sarnadisc 24 2 Mlln. 60-mil S327 |nt.iuct|on welded using 750
” RhinoBond Plate RhinoBond Installation Tool
puddle welds, 6” o.c.
Min. 18 ga., Type B, Grade L . . Sikaplan Universal (60-mil) induction welded
| f; #15 XP h . . . .
S-225. 33 steel; 6 ft span; #12 O;Ti;r::g; ayers, any combination, sRiri:j);;EZnPeI;te 5 XP with Sarnadisc 60 6 using Rhino Plate bonding tool, in accordance -75.0
HWK Teks 5, 6” o.c. P with manufacturer’s instructions.
Min. 1 LT B
in. 18 ga., Type B, Grade One or more layers, any combination, | Sarnafastener #15 XP with Sarnadisc $327, 105327 induction welded using
5-226. 33 steel; 6 ft span, two (2) relim attach RhinoBond Plate 2 6 RhinoBond Installation Tool -90.0
#12 HWH Teks 5, 6” o.c. P
Min. 18 ga., Type B, Grad o . . . . .
n ga. Type rade One or more layers, any combination, | Sarnafastener #15 XP with Sarnadisc $327, 105327 induction welded using
5-227. 33 steel; 6 ft span, two (2) relim attach RhinoBond Plate & 6 RhinoBond Installation Tool -1050
#12 HWH Teks 5, 6” o.c. P
ISOWELD INDUCTION WELDING SYSTEMS:
Min. 22 ga. B
5228 8(;:teel'g2 f’tt:;’)):n ,#?;ade One or more layers, any combination, | Dekfast DF-#15-PH3 with SFS 60 12 $327 induction welded using SFS isoweld® 45.0
5 H , ) . . . ® .0 ) -45,
HWH Teks 5, 6” o.c. min. 1.5-inch, prelim. attach isoweld® PVC Plate (FI-P-6.8-PVC) 3000 stand-up tool
Min. 22 ga., type B, Grad
$-229 40Ir;teel~gg 1;t :paen ’S/Sri € One or more layers, any combination, | Dekfast DF-#15-PH3 with SFS 36 24 $327 induction welded using SFS isoweld® 525
’ ! P Y min. 1.5-inch isoweld® PVC Plate (FI-P-6.8-PVC) (staggered) 3000 stand-up tool ’
puddle welds, 6” o.c.
Min. 22 ga. B
5230 40";teel'g2 f,ttzp:n ,S?Srle,\de One or more layers, any combination, | Dekfast DF-#15-PH3 with SFS 24 18 $327 induction welded using SFS isoweld® 825
’ ! P ” min. 1.5-inch isoweld® PVC Plate (FI-P-6.8-PVC) (staggered) 3000 stand-up tool ’
puddle welds, 6” o.c.
Min. 22 ga., type B, Grade One or more layers, any combination, | Dekfast DF-#15-PH3 with SFS 1 per 3.2 ft2 $327 induction welded using SFS isoweld®
33 steel; 6 ft span, #12 min. 1.5-inch, prelim. attach isoweld® PVC Plate (FI-P-6.8-PVC) (10 parts per 4x8 ft board) 3000 stand-up tool 750
S-231. HWH Teks 5, 6” o.c. T ' P 3 : parts per 4x oar p
Note: | The roof insulation boards are placed with the 8 ft. board dimension oriented perpendicular to the steel deck ribs. The plate/fastener pattern is offset by 12-inch from each adjacent row of insulation
boards.
Min. 22 ga, type B, Grade One or more layers, any combination, | Dekfast DF-#15-PH3 with SFS $327 induction welded using SFS isoweld®
S-232. 80 steel; 6 ft span, #12 . R . - 60 6 -90.0
HWH Teks 5. 6” o.c min. 1.5-inch, prelim. attach isoweld® PVC Plate (FI-P-6.8-PVC) 3000 stand-up tool

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ
Sika Sarnafil; (781) 828-5400
TOP OF APPENDIX

PEER-SIKA-001.B.R19 for FL9274-R37 (HVHZ)
Revision 19: 06/10/2026
Appendix 1, Page 39 of 91



TABLE 2k: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

ACHED MEMBRANE — STRESS PLATES AND FASTENERS

NEmoO | etc.e

Insulation (Note 3, Note 13) Roof Cover (Note 15A)
System Deck (Note 1) Attach MDF
No. 2c sf
Type Note s Type Fastener (Note 11) Attachment (psf)
BAREBACK MEMBRANES:
Min. 22 ga., type B, Grade 33 steel; 6 ft One or more layers, any Prelim. S327 or Sikaplan Universal (60- | Sarnafastener #15 XP and jp2-iren o.c. V.Vlthm >-5-inch wide Iap.s
S-233. ” - . K spaced 54.5-inch o.c. Laps sealed with -45.0
span; #12 HWH Teks 5, 6” o.c. combination attach mil) Sarnadisc 2-3/8 plates R .
min. 0.5-inch heat weld.
Min. 22 ga., type B, Grads 33 steel;.6 ft One or more layers, any Prelim. 105327 or Sikaplan Universal Sarnafastener #15 XP and 6-inch o.c. Wlt.hm >-5-inch wide laps
S-234. span, #12 HWH Teks 5, 6” o.c. or min. combination attach (60-mil) Sarnadisc-XPN Plate spaced 114.5-inch o.c. Laps sealed -45.0
2,500 psi structural concrete with min. 0.875-inch heat weld.
Min. 22 ga., type B, Grade 80 steel; 6 ft One or more layers, any Prelim. 105327 or Sikaplan Universal Sgearnafil MAXLoa(.1 24-inch O'C.' within 6.5-inch wide Ia.ps
S-235. span. #12 HWH Teks 5. 6" o.c combination attach (60-mil) fasteners and Sarnadisc spaced 53-inch o.c. Laps sealed with -45.0
pan, ! - MAXLoad Plate min. 1.6-inch heat weld.
Min. 22 ga., type B, Grade 80 steel; 6 ft One or more layers, any Prelim. 105327 or Sikaplan Universal Sika Sarnafil MAXLoaq 12-inch o.c. .WIthm 7-inch wide Iaps.
S-236. span. #12 HWH Teks 5. 6 o.c combination attach (60-mil) fasteners and Sarnadisc spaced 113-inch o.c. Laps sealed with -45.0
pan, ! e MAXLoad Plate min. 1.5-inch heat weld.
¢ . . 6-inch o.c. within 5.5-inch wide laps
S-237. Min. 22 ga., type B, Grade 33 steel One o.r mf)re layers, any Pr 53.27 orggglan Univers2&0- !Jekfast DF-#15-PH3 and spaced 73-inch o.c. Laps sealed with -52.5
combination attach mil) isofast IF/IG-C 82x40 Plate R .
min. 1.5-inch heat weld.
Min. 18 ga., Type B, Grade 33 ste’:al; 6ft One or more layers, any Prelim. 105327, S327 FB or Sikaplan Sarnafastener #15 XP and 6-inch o.c. Wlt.hm >-5-inch wide laps
S-238. span, two (2) #12 HWH Teks 5, 6” o.c. or - . . K spaced 114.5-inch o.c. Laps sealed -52.5
. . combination attach Universal (60-mil) Sarnadisc-XPN Plate R . .
min. 2,500 psi structural concrete with min. 1.5-inch heat weld.
Min. 22 ga., type B, Grade 33 steel; 6 ft One or more layers, any Prelim. 105327 or Sikaplan Universal Sarnafastener #15 XP and 6-inch o.c. WIt.hm >-5-inch wide laps
S-239. ” . g : K spaced 114.5-inch o.c. Laps sealed -52.5
span; #12 HWH Teks 5, 6” o.c. combination attach (60-mil) Sarnadisc 2-3/8 plates R . .
with min. 0.5-inch heat weld.
Min. 22 ga., type B, Grad,c,a 33 steel;.6 ft One or more layers, any Prelim. 105327 or Sikaplan Universal Sarnafastener #15 XP and 6-inch o.c. Wlt.hm >-5-inch wide laps
S-240. span, #12 HWH Teks 5, 6” o.c. or min. combination attach (60-mil) Sarnadisc-XPN Plate spaced 114.5-inch o.c. Laps sealed -52.5
2,500 psi structural concrete with min. 1.5-inch heat weld.
Min. 22 ga., type B, Grade 80 steel; 6 ft One or more layers, any Prelim. 105327 or Sikaplan Universal Sika Sarnafil MAXLoa(.i 18-inch O'C.' within 6.5-inch wide Ia.ps
S-241. span. #12 HWH Teks 5. 6" o.c combination ;" (60-mil) fasteners and Sarnadisc spaced 53-inch o.c. Laps sealed with -52.5
pan, ! - MAXLoad Plate min. 1.6-inch heat weld.
. . 6-inch o.c. within 5.5-inch wide laps
.2 . B ; . ) ) . 1 )
o | Mo Ioan s Cadesh sttt | Oren el am | P st o | SO | it os lamseks | 523
pan, P ! P with min. 1.125-inch heat weld.
. . Sarnafastener #15 XP with 6-inch o.c. within 6-inch wide laps
S-243. Min. 22 ga., Type B, Grad,fe 33steel; 6ft | One or m?re layers, any Prelim. 105327 (min. 60-mil) SFS Dekfast PLT-02-3/4-12B spaced 114-inch o.c. Laps sealed with -52.5
span, #12 HWH Teks 5, 6” o.c. combination attach R .
plate min. 1.5-inch heat weld.
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TABLE 2k: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER
ACHED MEMBRANE — STRESS PLATES AND FASTENERS

NEmoO | etc.e

Insulation (Note 3, Note 13) Roof Cover (Note 15A)
System Deck (Note 1) Attach MDF
No. 2c sf
Type Note s Type Fastener (Note 11) Attachment (psf)
Min. 22 ga., type B, Gradf 33 steel;.6 ft One or more layers, any Prelim. 105327 or Sikaplan Universal Sarnafastener #15 XP and 10 O'C.' within 5.5-inch wide I?ps
S-244. span, #12 HWH Teks 5, 6” o.c. or min. - . K spaced 54-inch o.c. Laps sealed with -60.0
. combination attach (60-mil) Sarnadisc-XPN Plate R .
2,500 psi structural concrete min. 1.6-inch heat weld.
Min. 22 ga. Type B, Grade 40 steel; 7 ft . o .
. : . . -inch o.c. within 5-inch |
span, #12 HWH Teks 5 with 5/8” One or more layers, any Prelim. 105327 or Sikaplan Universal Sarnafastener #15 XP and 6-inch o.c Wl.t in 5-inch wide laps .
S-245. ” X . - . > spaced 54.5-inch o.c. Laps sealed with -60.0
washers, 6” o.c. or min. 2,500 psi combination attach (60-mil) Sarnadisc-XPN Plate R .
min. 1.5-inch heat weld.
structural concrete
Min. 22 ga. B l; 6 fi -inch o.c. within 5.5-inch wide |
n ga. type B, Grads 33 stee '.6 t One or more layers, any Prelim. 105327 or Sikaplan Universal Sarnafastener #15 XP and 6-inch o.c Wlt. in 5.5-inch wide laps
S-246. span, #12 HWH Teks 5, 6” o.c. or min. combination attach (60-mil) Sarnadisc-XPN Plate spaced 114.5-inch o.c. Laps sealed -60.0
2,500 psi structural concrete with min. 1.75-inch heat weld.
Min. 22 ga., type B, Grade 80 steel; 6 ft One or more layers, any Prelim. 105327 or Sikaplan Universal sika Sarnafil MAXLoa(.j 12-inch o within 6.5-inch wide Ie?ps
S-247. span. #12 HWH Teks 5. 6” o.c combination attach (60-mil) fasteners and Sarnadisc spaced 53-inch o.c. Laps sealed with -60.0
pan, ! e MAXLoad Plate min. 1.6-inch heat weld.
Min. 22 ga., type B, Grade 33 steel; 6 ft One or more layers, any Prelim. 105327 or Sikaplan Universal Sika Sarnafil MAXLoaq 6-inch o.c. V‘{Ithm 7-inch wide laps .
S-248. span. #12 HWH Teks 5. 6” o.c combination - (60-mil) fasteners and Sarnadisc spaced 113-inch o.c. Laps sealed with -60.0
pan, ! e MAXLoad Plate min. 0.875-inch heat weld.
) . . . 6-inch o.c. within 5.5-inch wide laps
Min. 22 ga., type B, Grade 33 steel; 6 ft One or more layers, any Prelim. S327 or Sikaplan Universal (60- | Sarnafastener #15 XP and . .
S-249. ” - y K spaced 54.5-inch o.c. Laps sealed with -75.0
span; #12 HWH Teks 5, 6” o.c. combination attach mil) Sarnadisc 2-3/8 plates R .
min. 1-inch heat weld.
Min. 22 ga., type B, Grad,c,a 33 steel;.6 ft One or more layers, any Prelim. 105327 or Sikaplan Universal Sarnafastener #15 XP and 6-inch o.c. .WIthm >-5-inch wide Iaps
S-250. span, #12 HWH Teks 5, 6” o.c. or min. - . K spaced 54-inch o.c. Laps sealed with -90.0
R combination attach (60-mil) Sarnadisc-XPN Plate . .
2,500 psi structural concrete min. 1.6-inch heat weld.
Min. 22 ga., type B, Grade 80 steel; 6 ft One or more layers, any Prelim. . . . Sika Sarnafil MAXLoa(.i G-inch o.c. .WIthm 7-inch wide Iaps.
S-251. ” L Sikaplan Universal (60-mil) fasteners and Sarnadisc spaced 53-inch o.c. Laps sealed with -105.0
span, #12 HWH Teks 5, 6” o.c. combination attach R R .
MAXLoad Plate min. min. 1.25-inch heat weld.
Min. 22 ga., type B, Grade 80 steel; 6 ft One or more layers, any Prelim. 105327 or Sikaplan Universal Sika sarnafil MAXLoa(}i 6-inch o.c. .WIthm 6.5-inch wide Iaps
S-252. span. #12 HWH Teks 5. 6 o.c combination A (60-mil) fasteners and Sarnadisc spaced 53-inch o.c. Laps sealed with -105.0
pan, ! o MAXLoad Plate min. 1.6-inch heat weld.
FELTBACK MEMBRANES:
12-inch o.c. within 5.5-inch wide |
Min. 22 ga., type B, Grade 33 steel; 6 ft One or more layers, any Prelim. $327 FB or Sikaplan Universal Sarnafastener #15 XP and inch o.c V.VI n inch wide ap.s
S-253. ” . . . . K spaced 54.5-inch o.c. Laps sealed with -45.0
span; #12 HWH Teks 5, 6” o.c. combination attach FB, min. 60-mil Sarnadisc 2-3/8 plates R .
min. 1.75-inch heat weld.
Min. 22 ga., Type B, Grade 80 steel; 6 f‘t, One.or m0|"e layers, min. prelim. $327 FB or Sikaplan Universal Sarnafastener #15 XP and 12-inch o.c. w!thln 5.5-inch wide laps
S-254. span, #12-24 SFS Impact SD5 screws, 6 1.5-inch thick, any R . X spaced 114.5-inch o.c. Laps sealed -45.0
L attach FB, min. 60-mil Sarnadisc-XPN Plate R . .
o.c. combination with min. 1.75-inch heat weld.
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TABLE 2k: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

ACHED MEMBRANE

TRESS PLATES AND FASTENERS

NEmoO | etc.e

Insulation (Note 3, Note 13) Roof Cover (Note 15A)
System Deck (Note 1) Attach MDF
No. 2c sf
Type Note s Type Fastener (Note 11) Attachment (psf)
Min. 22 ga., type B, Gradf 33 steel;.6 ft One.or more layers, min. prelim. $327 FB or Sikaplan Universal Sarnafastener #15 XP and 6-inch o.c. W|th|n 5.5-inch wide laps
S-255. span, #12 HWH Teks 5, 6” o.c. or min. 1.5-inch thick, any attach FB. min. 60-mil Sarnadisc-XPN Plate spaced 114.5-inch o.c. Laps sealed -45.0
2,500 psi structural concrete combination ! ' with min. 1.75-inch heat weld.
Min. 18 ga., Type B, Grade 33 ste"el; 6 ft One.or mo.re layers, min. Prelim. $327 FB o Sikaplan Universal Sarnafastener #15 XP and 6-inch o.c. W|th|n 5.5-inch wide laps
S-256. span, two (2) #12 HWH Teks 5, 6” o.c. or | 1.5-inch thick, any attach FB. min. 60-mil Sarnadisc-XPN Plate spaced 114.5-inch o.c. Laps sealed -52.5
min. 2,500 psi structural concrete combination ! ' with min. 1.75-inch heat weld.
Min. 22 ga., type B, Grads 33 steel;.6 ft One.or mo.re layers, min. Prelim. $327 FB or Sikaplan Universal Sarnafastener #15 XP and 6-inch o.c. wnhm 5.5-inch wide laps
S-257. span, #12 HWH Teks 5, 6” o.c. or min. 1.5-inch thick, any R . K spaced 114.5-inch o.c. Laps sealed -52.5
. N attach FB, min. 60-mil Sarnadisc-XPN Plate R . .
2,500 psi structural concrete combination with min. 1.75-inch heat weld.
Min. 20 ga., Type B, Grade 60 steel; 6 ft One.or more layers, min. Prelim. Sikaplan Universal FB, min. 60- | Sarnafastener #15 XP and G-inch o.c. WIthm 5-5-inch wide laps
5-258. span, 5/8” puddle welds, 36/5 pattern 1.5-inch thick, any attach mil Sarnadisc-XPN Plate spaced 114.5-inch o.c. Laps sealed 525
pan, P ! P combination with min. 1.75-inch heat weld.
. . . . 6-inch o.c. within 5.5-inch wide laps
Min. 22 ga., type B, Grade 33 steel; 6 ft One or more layers, any Prelim. S327 FB or Sikaplan Universal Sarnafastener #15 XP and .
S-259. ” L . . K spaced 114.5-inch o.c. Laps sealed -52.5
span; #12 HWH Teks 5, 6” o.c. combination attach FB, min. 60-mil Sarnadisc 2-3/8 plates R . .
with min. 1.75-inch heat weld.
Min. 22 ga., type B, Gradf 80 steel;.6 ft One.or more layers, min. Prelim. $327 FB or Sikaplan Universal Sarnafastener #15 XP and 12-inch o.c: within 5.5-inch wide Ia.ps
S-260. span, #12 HWH Teks 5, 6” o.c. or min. 1.5-inch thick, any attach FB. min. 60-mil Sarnadisc-XPN Plate spaced 54-inch o.c. Laps sealed with -60.0
2,500 psi structural concrete combination ! ' min. 1.75-inch heat weld.
Min. 22 ga. Type B, Grade 40 steel; 7 ft . . e o .
span, #12 HWH Teks 5 with 5/8” One'or mo.re layers, min. Prelim. S327 FB or Sikaplan Universal Sarnafastener #15 XP and G-inch o.c. WI.thm >-inch wide laps .
S-261. \ X . 1.5-inch thick, any \ ) X spaced 54.5-inch o.c. Laps sealed with -60.0
washers, 6” o.c. or min. 2,500 psi L. attach FB, min. 60-mil Sarnadisc-XPN Plate R .
combination min. 1.75-inch heat weld.
structural concrete
Min. 22 ga., type B, Gradf 33 steel;.6 ft One'or mo.re layers, min. prelim. $327 FB or Sikaplan Universal Sarnafastener #15 XP and 6-inch o.c. W|t.h|n 5.5-inch wide laps
S-262. span, #12 HWH Teks 5, 6” o.c. or min. 1.5-inch thick, any . . K spaced 114.5-inch o.c. Laps sealed -60.0
. N attach FB, min. 60-mil Sarnadisc-XPN Plate R . .
2,500 psi structural concrete combination with min. 1.75-inch heat weld.
-inch o.c. within 5.5-inch wide |
Min. 22 ga., type B, Grade 33 steel; 6 ft One or more layers, any Prelim. S327 FB or Sikaplan Universal Sarnafastener #15 XP and 6-inch o.c w!t in 5.5-inch wide aps.
S-263. ” .Y . . K spaced 54.5-inch o.c. Laps sealed with -75.0
span; #12 HWH Teks 5, 6” o.c. combination attach FB, min. 60-mil Sarnadisc 2-3/8 plates . .
min. 1.75-inch heat weld.
Min. 22 ga., type B, Gradf 33 steel;.6 ft One'or mo.re layers, min. prelim. $327 FB or Sikaplan Universal Sarnafastener #15 XP and 6-inch o.c. IW|th|n 5.5-inch wide Iaps
S-264. span, #12 HWH Teks 5, 6” o.c. or min. 1.5-inch thick, any . . K spaced 54-inch o.c. Laps sealed with -90.0
. \ attach FB, min. 60-mil Sarnadisc-XPN Plate R .
2,500 psi structural concrete combination min. 1.75-inch heat weld.
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TABLE 21: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

: MECHANICALLY

ACHED MEMBRANE — BATTENS AND FASTENERS

NEmoO | etc.e

. Insulation (Note 3, Note 13) Roof Cover (Note 15A) s
ystem
Deck (Note 1)
No. Type A’\\‘tt:c: Type Fastener (Note 11) Attachment (psf)
! ote )_
BAREBACK MEMBRANES:
. R ) Fastener spaced 6-inch o.c. through batten strips placed
5265 's\felzr;.l-ZGngtz” ;ﬁng flr\;a\/ile'l?eis One or more layers, | Prelim. 105327 or Sikaplan zl:j ;air::rfllszﬂr:;(rl.;rg;ﬁs;eer:ers within 5.5-inch wide laps spaced 114.5-inch o.c. Laps 45.0
’ " pan, any combination attach Universal FB (60-mil) e Y sealed with a min. 1.25-inch outside heat-weld and a min. ’
5,6” o.c. Batten Strip . .
0.75-inch inside heat-weld.
Min. 22 ga., type B, Grade 33 Sarnafastener #15 XP or OMG Fastener spaced 6-inch o.c. through batten strips placed
5266 steel; 6 ft span, #12 HWH Teks | One or more layers, | Prelim. 105327 or Sikaplan Large Head #15 Roofgrip screws within 5.5-inch wide laps spaced 114.5-inch o.c. Laps -60.0
’ 5,6” o.c., or min. 2,500 psi any combination attach Universal FB (60-mil) and %-inch Sarnarail Polymer sealed with a min. 1.25-inch outside heat-weld and a min. ’
structural concrete Batten Strip 0.75-inch inside heat-weld.
Min. 22 ga., type B, Grade 80 Sika Sarnafil MAXLoad fasteners Fastener spaced 6-inch o.c. through batten strips placed
5267 stee‘l' 6 fgt S" a\:\p#lé HWH Teks One or more layers, | Prelim. 105327 or Sikaplan and %-inch Sarnarail Polvmer within 5.5-inch wide laps spaced 114.5-inch o.c. Laps 75.0
’ L pan, any combination attach Universal FB (60-mil) g Y sealed with a min. 1.25-inch outside heat-weld and a min. ’
5,6” o.c. Batten Strip . .
0.75-inch inside heat-weld.
FELTBACK MEMBRANES:
F -inch o.c. th h ips pl
Min. 22 ga., type B, Grade 80 One or more layers, prelim S327 FB or Sikaplan Sika Sarnafil MAXLoad fasteners V;:E?:esr;ﬂ:zsiﬁd:; 2 ;: ;Crec;ufmbgfit;:hs(t)rlcpsl-pa a;:ed
S-268. steel; 6 ft span, #12 HWH Teks | min. 1.5-inch thick, ' Universal FB, min. 60- and %-inch Sarnarail Polymer - X p. P o ¢ tap . -45.0
5 6" oc anv combination attach mil Batten Stri sealed with a min. 1.25-inch outside heat-weld and a min.
! o ¥ P 0.75-inch inside heat-weld.
Min. 22 ga., type B, Grade 33 One or more lavers $327 FB or Sikablan Sarnafastener #15 XP or OMG Fastener spaced 6-inch o.c. through batten strips placed
5260 steel; 6 ft span, #12 HWH Teks min. 1.5-inch tr:/ick " | Prelim. Universal FB mFi)n 60- Large Head #15 Roofgrip screws within 5.5-inch wide laps spaced 114.5-inch o.c. Laps -60.0
’ 5, 6” o.c., or min. 2,500 psi an .co.mbination ’ attach mil ! ’ and %-inch Sarnarail Polymer sealed with a min. 1.25-inch outside heat-weld and a min. :
structural concrete v Batten Strip 0.75-inch inside heat-weld.
Min. 22 ga., type B, Grade 80 One or more layers, prelim S327 FB or Sikaplan Sika Sarnafil MAXLoad fasteners Sjiﬁ?:irss?:zﬁiv?d:?: 22 ;r;re(;ulg;]fg:t::hs;r::psl_p;lasced
S-270. steel; 6 ft span, #12 HWH Teks | min. 1.5-inch thick, ’ Universal FB, min. 60- and %-inch Sarnarail Polymer - X p. p o € tap . -75.0
” L attach . A sealed with a min. 1.25-inch outside heat-weld and a min.
5,6” o.c. any combination mil Batten Strip . L
0.75-inch inside heat-weld.
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

NoOTE: REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer
Sys. Deck MDP
Attach Attach Roof Cover (Note 15) "
No. (Note 1) Type Type sf
(Notes 6,7,8) (Notes 6,7,8)
BAREBACK MEMBRANE APPLICATIONS:
Min. 0.5-inch Sarnatherm Roof Board-A llI, 52163, S-AD-A
c1 Min. 2,500 psi Sarnatherm Roof Board-H or Sarnatherm Roof or S—AD,—BA 6 None N/A BB-2170, BB-2170-VC, BB-2175 100.0
’ structural concrete Board-R primed with Detec Systems “TruGround . ! or BB-2121-VC '
. i ” . inch o.c.
Conductive Primer”, roller-applied at 0.4 gal/square
BB-S2170, BB-S2170-VC, BB-
Min. 2 i -21 -AD-A -21 -AD- ¢ ’
C-2. in. 2,500 psi Min. 0.5-inch Sarnatherm-A I1SO 5-2163, (Optional) additional layers of base insulation 5-2163, 5 S2175, BB-S2121 or BB-S2121- -127.5
structural concrete or S-AD-BA A or S-AD-BA Ve
Min. 2,500 psi Min. 0.5-inch Sarnatherm-A ISO or Sarnatherm-H S-2163, S-AD-A . . . S-2163, S-AD- BB-52170-VC, BB-S2121 or BB-
€3 | structural concrete | 1SO or min. 0.25-inch DensDeck or DensDeck Prime | or S-AD-BA Min. 0.25-inch DensDR@gor DensDeCgPrime AorS-AD-BA | S2121-VC 1275
Min. 2,500 psi Min. 0.5-inch Sarnatherm-A ISO or Sarnatherm-H S-2163, S-AD-A . . . S$-2163, S-AD-
C4 | structural concrete | 1SO or min. 0.25-inch DensDeck or DensDeck Prime | or S-AD-BA [in. 0.25-inch DensDeck Privgg Aors-AD-a | BES2175 1275
Min. 0.5-inch Sarnatherm Roof Board-A lll,
cs Min. 2,500 psi Min. 0.5-inch Sarnatherm-A ISO, Sarnatherm-A CG, S-2163, S-AD-A Sarnatherm Roof Board-H or Sarnatherm Roof | S-2163, S-AD- BB-S2170, BB-S2170-VC, BB- -165.0
’ structural concrete Sarnatherm-H ISO or Sarnatherm-H CG or S-AD-BA Board-R or min. 1.5-inch Sarnatherm A or S-AD-BA $2121 or BB-52121-VC '
Composite Roof Board-H
Min. 2,500 psi Min. 0.5-inch Sarnatherm-A 50, Sarnatherm-A CG, | 5-2163, 5-AD-A | Min- 0-3-inch sarnatherm Roof Board: H or 5-2163, S-AD-
C-6. min. 1.5-inch Sarnatherm Composite Roof BB-S2175 -165.0
structural concrete | Sarnatherm-H ISO or Sarnatherm-H CG or S-AD-BA Board-H A or S-AD-BA
7 | Min.2,500 psi Min. 0.5-inch Sarnatherm-A ISO, Sarnatherm-A CG, | S-2163, S-AD-A g"o';:frs;/”fg iag:cgé'xilz ”G(':f‘; Z}T&Z’f 5-2163,S-AD- | BB-S2170, BB-S2170-VC, BB- 1650
’ structural concrete Sarnatherm-H ISO or Sarnatherm-H CG or S-AD-BA Board A or S-AD-BA S$2121 or BB-S2175 '
c-8 Min. 2,500 psi Min. 0.5-inch Sarnatherm-A ISO, Sarnatherm-A CG, S-2163, S-AD-A Min. 0.25-inch SECUROCK Ultralight Coated S-2163, S-AD- BB-52170, BB-S2170-VC or BB- 165.0
’ structural concrete Sarnatherm-H ISO or Sarnatherm-H CG or S-AD-BA Glass-Mat Roof Board A or S-AD-BA S2175 '
. . Min. 0.25-inch DensDeck Prime primed with Detec S-2163, S-AD-A
c-o. | Min-2,500psi Systems “TruGround Conductive Primer”, roller- or S-AD-BA, 6- None N/A BB8-2170, BB-2170-VC, BB-2175 -217.5
structural concrete ) ) or BB-2121-VC
applied at 0.4 gal/square inch o.c.
.10, | Min. 2,500 psi Min. 0.25-inch DEXcell FA Glass Mat Roof Board or 2}251_?\?3'_;':[2_/* None N/A BB-52170, BB-52170-VC, BB- 175
" | structural concrete 7/16-inch DEXcell Cement Roof Board inch o.c ! $2121 or BB-S2175 ’
Min. 2,500 psi Min. 0.5-inch SECUROCK Ultralight Coated Glass- S-AD-BA, 6-inch BB-52170, BB-S2170-VC or BB-
C1 structural concrete Mat Roof Board o.c. None N/A S2175 4050
Min. 2.500 osi BB-52170, BB-S2170-VC, BB-
C-12. T P Min. 1.5-inch Sarnatherm-A ISO S-OM-BA (Optional) Additional layers base insulation S-OM-BA S$2175, BB-S2121 or BB-S2121- -97.5
structural concrete Ve
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
NoOTE: REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
Sys. Deck MDP
Attach Attach Roof Cover (Note 15) "
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
Min. 0.5-inch Sarnatherm Roof Board-A llI,
c-13 Min. 2,500 psi Sarnatherm Roof Board-H or Sarnatherm Roof S-OM-BA, 6- None N/A BB-2170, BB-2170-VC, BB-2175 100.0
" | structural concrete Board-R primed with Detec Systems “TruGround inch o.c. or BB-2121-VC '
Conductive Primer”, roller-applied at 0.4 gal/square
Min. 2,500 psi Min. 1.5-inch Sarnatherm-A ISO or Sarnatherm-H . . .
C-14. structural concrete 1SO or min. 0.25-inch DensDeck o DensDeck Prime S-OM-BA Min. 0.25-inch DensDeck or DensDeck Prime S-OM-BA BB-52170-VC -127.5
c-15, | Min- 2,500 psi Min. 1.5-inch Sarnatherm-A SO or Sarnatherm-H | ¢ ) g5 Min. 0.25-inch DensDeck Prime S-OM-BA BB-52175 1275
structural concrete 1SO or min. 0.25-inch DensDeck or DensDeck Prime
Min. 2,500 psi Min. 1.5-inch Sarnatherm-A 1SO or Sarnatherm-H (Optional) Min. 0.25-inch DensDeck or BB-S2170, BB-S2121 or BB-
€16 | tructural concrete | 1O or min. 0.25-inch DensDeck or DensDeck Prime | > O BA DensDeck Prime S-OM-BA $2121-VC -1500
c17. | Min- 2,500 psi Min. 1.5-inch Sarnatherm-A SO or min. 0.25-inch | ¢ ) g5 (Optional) Min. 0.25-inch DensDeck Prime S-OM-BA BB-S2175 -150.0
structural concrete DensDeck Prime
. . . . Min. 0.5-inch Sarnatherm Roof Board-H or
C-18. Min. 2,500 psi Min. 1.5-inch Sarnatherm-A I1SO, Sarnatherm-A CG, S-OM-BA Sarnatherm Roof Board-R or min. 1.5-inch S-OM-BA BB-S2170, BB-S2170-VC, BB- -165.0
structural concrete | Sarnatherm-H ISO or Sarnatherm-H CG . $2121 or BB-S2121-VC
Sarnatherm Composite Roof Board-H
) . . . Min. 0.5-inch Sarnatherm Roof Board-H or
c-1g, | Min- 2,500 psi Min. 1.5-inch Sarnatherm-A IS0, Sarnatherm-ACG, | ¢ ) g5 min. 1.5-inch Sarnatherm Composite Roof S-OM-BA BB-52175 -165.0
structural concrete Sarnatherm-H ISO or Sarnatherm-H CG
Board-H
Min. 0.25-inch DEXcell FA Glass Mat Roof
Min. 2,500 psi Min. 1.5-inch Sarnatherm-A 1SO, Sarnatherm-A CG R BB-52170, BB-S2170-VC, BB-
-20. ’ ! ’ - - B 7/16-inch DEXcell Roof - - ! ! - .
c20 structural concrete | Sarnatherm-H ISO or Sarnatherm-H CG SEEM Bz::g or 7/16-inc cell Cement Roo S-OM-BA S2121 or BB-S2175 165.0
Min. 2,500 psi Min. 1.5-inch Sarnatherm-A I1SO, Sarnatherm-A CG, Min. 0.25-inch SECUROCK Ultralight Coated BB-S2170, BB-S2170-VC or BB-
21 structural concrete | Sarnatherm-H ISO or Sarnatherm-H CG S-OM-BA Glass-Mat Roof Board S-OM-BA S2175 165.0
Min. 2,500 psi Min. 0.25-inch DensDeck Prime primed with Detec | ¢ ) g5 ¢ BB-2170, BB-2170-VC, BB-2175
C-22. Systems “TruGround Conductive Primer”, roller- ) None N/A -217.5
structural concrete ) inch o.c. or BB-2121-VC
applied at 0.4 gal/square
Min. 2,500 psi . . S-OM-BA, 6- BB-S2170, BB-S2170-VC, BB-
C-23. structural concrete Min. 7/16-inch DEXcell Cement Roof Board inch o.c. None N/A $2121 or BB-S2175 405.0
c24. Min. 2,500 psi Min. 0.5-inch SECUROCK Ultralight Coated Glass- .S—OM—BA, 6- None N/A BB-S2170, BB-S2170-VC or BB- -405.0
structural concrete Mat Roof Board inch o.c. S2175
in. 2 i . -B - BB-S2170, BB-S2170- BB-
C-25. Min. 2,500 psi Min. 1.5-inch Sarnatherm-A I1SO P-BM or P-CRA (Optional) additional layers of base insulation P-BMorP 52170 S2170-VCor -127.5
structural concrete CRA S2175
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
NoOTE: REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
Sys. Deck MDP
Attach Attach Roof Cover (Note 15) "
No. (Note 1) Type Type !ESf[
(Notes 6,7,8) (Notes 6,7,8)
(Optional) One or more layers min. 1.5-inch
Sarnatherm-A ISO, Sarnatherm-H ISO or
Min. 2,500 psi ! P-BM or P- BB-S2170, BB-S2170-VC, BB-
c26. | M- 200 psl Sarnatherm-R 1SO, DuPont Styrofoam Brand P-BMor P-CRA | Min. 0.25-inch DensDeck or g g 1275
structural concrete R . CRA S$2121 or BB-S2121-VC
Roofmate or Highload 60 or Insulfoam IX or min.
0.25-inch DensDeck
Min. 2 i | in. 1.5-inch h -Al P-BM or P-
c-27. | Min: 2,200 psi One or more layers min. 1.5-inch Sarnatherm-A 150, | gy o p.cRa | (Optional) additional layers of base insulation or BB-52121 or BB-52121-VC -262.5
structural concrete | Sarnatherm-H ISO or Sarnatherm-R ISO CRA
(Optional) Min. 1-inch Sarnatherm-A ISO,
Min. 2.500 psi Sarnatherm-A CG, Sarnatherm-H ISO or
C-28. T P Sarnatherm-R ISO or DuPont Styrofoam Brand P-BM Min. 0.25-inch DensDeck Prime P-BM BB-52170-VC -127.5
structural concrete . . .
Roofmate or Highload 60 or min. 0.25-inch
DensDeck Prime
(Optional) Min. 1-inch Sarnatherm-A ISO,
Sarnatherm-A CG, Sarnatherm-H ISO or
Min. 2 i ! BB-S2170, BB-S2175, BB-S2121
c-29, | Min: 2,200 psi Sarnatherm-R ISO or DuPont Styrofoam Brand P-BM Min. 0.25-inch DensDeck Prime P-BM 22170, B8-52175, B8-S -150.0
structural concrete . . . or BB-S2121-VC
Roofmate or Highload 60 or min. 0.25-inch
DensDeck Prime
(Optional) Min. 1-inch Sarnatherm-A 1SO, . .
.30, | Min.2,500 psi Sarnatherm-A CG, Sarnatherm-H ISO or - x':nazse'r':rflzz;";;gfg”; zf?;ic’irg.ﬁ l'r'] oBM BB-52170, BB-52170-VC, BB- 1650
" | structural concrete | Sarnatherm-R ISO or DuPont Styrofoam Brand ) " $2121 or BB-S2121-VC '
R Sarnatherm Composite Roof Board-H
Roofmate or Highload 60
st | S i e O Min. 05 Santher oot B or
C-31. T P ! P-BM min. 1.5-inch Sarnatherm Composite Roof P-BM BB-52175 -165.0
structural concrete | Sarnatherm-R ISO or DuPont Styrofoam Brand Board-H
Roofmate or Highload 60
FELTBACK MEMBRANE APPLICATIONS:
Min. 0.5-inch Sarnatherm Roof Board-A lIl,
c-32 Min. 2,500 psi Min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-A CG, S-2163, S-AD-A Sarnatherm Roof Board-H or Sarnatherm Roof | S-2163, S-AD- FB-SAD-FMA 12-inch o.c. or FB- -60.0
" | structural concrete Sarnatherm-H ISO or Sarnatherm-H CG or S-AD-BA Board-R or min. 1.5-inch Sarnatherm A or S-AD-BA SOM-FMA 12-inch o.c. '
Composite Roof Board-H
Min. 0.5-inch Sarnatherm Roof Board-A lll, $-2163 S-AD-A
c-33 Min. 2,500 psi Sarnatherm Roof Board-H or Sarnatherm Roof or S—AII;—BA 6- None N/A FB-2170, FB-2170-VC or FB- 100.0
" | structural concrete Board-R primed with Detec Systems “TruGround . ! 2121-VC ’
h R ” . inch o.c.
Conductive Primer”, roller-applied at 0.4 gal/square
Min. 2,500 psi Min. 0.5-inch Sarnatherm-A ISO or Sarnatherm-H S-2163, S-AD-A (Optional) Min. 0.25-inch DensDeck or S-2163, S-AD-
¢34 structural concrete I1SO or min. 0.25-inch DensDeck or DensDeck Prime or S-AD-BA DensDeck Prime A or S-AD-BA FB-52121 or FB-52121-VC 125

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ
Sika Sarnafil; (781) 828-5400
TOP OF APPENDIX

PEER-SIKA-001.B.R19 for FL9274-R37 (HVHZ)
Revision 19: 06/10/2026
Appendix 1, Page 46 of 91



TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

NoOTE: REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer
Sys. Deck MDP
Attach Attach Roof Cover (Note 15) "
No. (Note 1) Type Type !ESf[
(Notes 6,7,8) (Notes 6,7,8)
. . . . FB-SAD-FMA 12-inch o.c., FB-
c-35. | Min- 2,500 psi Min. 1.3-inch Samatherm-A 150 or Sarnatherm-H | $-2163, SADA | o) wMin, 0.25-inch DensDeck Prime 52163, 5AD- | sopEMA 12-inch o.c., FB-SAD- | -120.0
structural concrete I1SO or min. 0.25-inch DensDeck Prime or S-AD-BA A or S-AD-BA
A, FB-OB500 or FB-TRA
Min. 2,500 psi Min. 0.5-inch Sarnatherm-A ISO or Sarnatherm-H S-2163, S-AD-A Min. 0.25-inch DEXcell FA Glass Mat Roof S-2163, S-AD-
C-36. structural concrete | 1SO or min. 0.25-inch DensDeck Prime or S-AD-BA Board A or S-AD-BA FB-SAD-A, FB-OB500 or FB-TRA -1200
.3y, | Min.2,500psi I'\s/'(')";)?':;i':cg ;gr&izhzgguﬁ (')S?K"Gr Sasr:;ti?gz"" 52163, S-AD-A | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof | 5-2163, S-AD- | FB-52121, FB-S2121-VC, FB-SAD- | o
| structural concrete o P or S-AD-BA Board A or S-AD-BA A, FB-OB500 or FB-TRA '
Roof Board
c.3g | Min.2,500psi :\S/'g’o(:;l':cg ;‘Sr.”nifqhﬁ?guﬁ ggkﬂff;l?a;?igt: y | 52163, S-AD-A | Min.0.25inch SECUROCK Ultralight Coated | 52163, S-AD- | FB-52170, FB-52170-VC, FB-SAD- |
" | structural concrete T i or S-AD-BA Glass-Mat Roof Board A or S-AD-BA A, FB-OB500 or FB-TRA '
Glass-Mat Roof Board
Min. 2,500 psi Min. 0.5-inch Sarnatherm-A ISO or Sarnatherm-H S-2163, S-AD-A . . . S-2163, S-AD-
€39, structural concrete | 1SO or min. 0.25-inch DensDeck Prime or S-AD-BA Q- 0-25-inch DensDeck Prime A or S-AD-BA FB-52170-vC 1275
. . Min. 0.5-inch Sarnatherm-A ISO or Sarnatherm-H . . .
c-a0, | Min- 2,500 psi ISO or min. 0.25-inch SECUROCK Gypsum-Fiber 5-2163, S-AD-A | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof | $-2163, S-AD- | o o126 1 kg s2170.vC 1275
structural concrete or S-AD-BA Board A or S-AD-BA
Roof Board
Min. 0.5-inch Sarnatherm Roof Board-A lll, FB-S2170, FB-S2170-VC, FB-
c.a1 Min. 2,500 psi Min. 0.5-inch Sarnatherm-A I1SO, Sarnatherm-A CG, S-2163, S-AD-A Sarnatherm Roof Board-H or Sarnatherm Roof | S-2163, S-AD- $2121, FB-S2121-VC, FB-SAD- -165.0
" | structural concrete | Sarnatherm-H ISO or Sarnatherm-H CG or S-AD-BA Board-R or min. 1.5-inch Sarnatherm A or S-AD-BA FMA 4-inch o.c. or FB-SOM-FMA '
Composite Roof Board-H 4-inch o.c.
Min. 2,500 psi Min. 0.5-inch Sarnatherm-A SO, Sarnatherm-A CG, $-2163, S-AD-A . . S-2163, S-AD-
c42. structural concrete | Sarnatherm-H ISO or Sarnatherm-H CG or S-AD-BA Min. 0.5-inch Sarnatherm Roof Board-A i A or S-AD-BA FB-SAD-A 165.0
a3 | Min- 2,500 psi Min. 0.5-inch Sarnatherm-A ISO, Sarnatherm-A CG, | 52163, SAD-A | oi'" S:::g: :::::::::2 ngnf i‘:tfRigfr S2163, S-AD- | L oo 1650
" | structural concrete | Sarnatherm-H ISO or Sarnatherm-H CG or S-AD-BA Boa.rd-.H P A or S-AD-BA '
Min. 2,500 psi Min. 0.5-inch Sarnatherm-A I1SO, Sarnatherm-A CG, S-2163 or S-AD- . . S-2163 or S-
C-44. structural concrete Sarnatherm-H ISO or Sarnatherm-H CG BA Min. 0.5-inch Sarnatherm Roof Board-R AD-BA FB-SAD-A or FB-OB500 165.0
5. | Min. 2,500 psi Min. 0.5-inch Sarnatherm-A ISO, Sarnatherm-A CG, | S$-2163,S-AD-A | Min. 0.25-inch DEXcell FA Glass Mat Roof $-2163,S-AD- | FB-S2170, FB-52170-VC, FB- 165.0
" | structural concrete Sarnatherm-H ISO or Sarnatherm-H CG or S-AD-BA Board A or S-AD-BA OB500 or FB-TRA '
. ) ) : FB-52170, FB-52170-VC, FB-
C-46. Min. 2,500 psi Min. 0.5-inch Sarnatherm-A ISO, Sarnatherm-A CG, S-2163, S-AD-A Min. 7/16-inch DEXcell Cement Roof Board S-2163, S-AD- $2121, FB-SAD-A, FB-OB500 or -165.0
structural concrete Sarnatherm-H ISO or Sarnatherm-H CG or S-AD-BA A or S-AD-BA FB-TRA
Min. 2,500 psi Min. 0.5-inch Sarnatherm-A 1SO, Sarnatherm-A CG, | S-2163, S-AD-A | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof | S-2163, S-AD- FB-52170, FB-52170-VC, FB-
CA47. structural concrete Sarnatherm-H ISO or Sarnatherm-H CG or S-AD-BA Board A or S-AD-BA 52121, FB-52121-VC, FB-SAD-A, -1650
FB-OB500 or FB-TRA
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ PEER-SIKA-001.B.R19 for FL9274-R37 (HVHZ)
Certificate of Authorization #32455 Sika Sarnafil; (781) 828-5400 Revision 19: 06/10/2026

TOP OF APPENDIX

Appendix 1, Page 47 of 91



TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
NoOTE: REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
Sys. Deck MDP
Attach Attach Roof Cover (Note 15) "
No. (Note 1) Type Type !ESf[
(Notes 6,7,8) (Notes 6,7,8)
.48 Min. 2,500 psi Min. 0.5-inch Sarnatherm-A I1SO, Sarnatherm-A CG, S-2163, S-AD-A Min. 0.25-inch SECUROCK Ultralight Coated S-2163, S-AD- FB-S2170, FB-S2170-VC, FB-SAD- 165.0
" | structural concrete Sarnatherm-H ISO or Sarnatherm-H CG or S-AD-BA Glass-Mat Roof Board A or S-AD-BA A, FB-OB500 or FB-TRA '
. . Min. 0.25-inch DensDeck Prime primed with Detec S-2163, S-AD-A
C-49. Min. 2,500 psi Systems “TruGround Conductive Primer”, roller- or S-AD-BA, 6- None N/A FB-2170, FB-2170-VC or FB- -217.5
structural concrete . . 2121-VC
applied at 0.4 gal/square inch o.c.
Min. 2,500 psi ) . S-2163, S-AD-A Min. 0.25-inch DEXcell FA Glass Mat Roof S-2163, S-AD- FB-S2170, FB-S2170-VC, FB-
€-50. structural concrete Min. 0.5-inch Sarnatherm-A ISO or S-AD-BA Board A or S-AD-BA 0OB500 or FB-TRA -3600
Min. 2,500 psi ) ) ) S-2163 or S-AD- | Min. 0.25-inch DEXcell FA Glass Mat Roof S-2163 or S- FB-S2170, FB-S2170-VC, FB-
&5 structural concrete (Optional) Min. 1.5-inch Sarnatherm-A ISO BA Board AD-BA 0B500 or FB-TRA 3825
) ) FB-S2170, FB-52170-VC, FB-
C-52. Min. 2,500 psi (Optional) Min. 1.5-inch Sarnatherm-A ISO 5-2163 or S-ADY Min. 7/16-inch DEXcell Cement Roof Board 5-2163 or - $2121, FB-SAD-A, FB-OB500 or -382.5
structural concrete BA AD-BA
FB-TRA
) . FB-S2170, FB-S2170-VC, FB-
C-53. :fr'”'ctz":’gocg;'crete Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board SB'AADG'_?nCC’LSC; ACD' None N/A $2121, FB-52121-VC, FB-SAD-A, | -405.0
et ' © FB-OBS500 or FB-TRA
c-54. Min. 2,500 psi Min. 0.5-inch SECUROCK Ultralight Coated Glass- S—216§ or S-AD- None N/A FB-SAD-A, FB-OB500 or FB-TRA -405.0
structural concrete Mat Roof Board BA, 6-inch o.c.
) . . . Min. 0.5-inch Sarnatherm Roof Board-H or )
C-55. Min. 2,500 psi Min. 1.5-inch Sarnatherm-A I1SO, Sarnatherm-A CG, S-OM-BA Sarnatherm Roof Board-R or min. 1.5-inch S-OM-BA FB-SAD-FMA 1.2—|nch o.c. or FB- -60.0
structural concrete | Sarnatherm-H ISO or Sarnatherm-H CG . SOM-FMA 12-inch o.c.
Sarnatherm Composite Roof Board-H
Min. 2,500 psi . . . - . .
C-56. Min. 1.5-inch Sarnatherm-A I1SO S-OM-BA (Optional) Additional layers base insulation S-OM-BA FB-S2170-VC -97.5
structural concrete
Min. 0.5-inch Sarnatherm Roof Board-A I,
c.57. Min. 2,500 psi Sarnatherm Roof I?oard-H or Sarnathfrm Roof .S—OM—BA, 6- None N/A FB-2170, FB-2170-VC or FB- -100.0
structural concrete Board-R primed with Detec Systems “TruGround inch o.c. 2121-VC
Conductive Primer”, roller-applied at 0.4 gal/square
Min. 2,500 psi Min. 1.5-inch Sarnatherm-A ISO or Sarnatherm-H (Optional) Min. 0.25-inch DensDeck or
58, structural concrete 1SO or min. 0.25-inch DensDeck or DensDeck Prime S-OM-BA DensDeck Prime S-OM-BA FB-52121 or FB-52121-VC 1125
c-59, | Min- 2,500 psi Min. 1.5-inch Samatherm-A 1SO or Sarnatherm-H | ¢ ) 55 Min. 0.25-inch DensDeck Prime S-OM-BA FB-52170-VC -120.0
structural concrete ISO or min. 0.25-inch DensDeck Prime
FB-SAD-FMA 12-inch o.c., FB-
in. 2 i in. 1.5-i - - :
g0, | Min- 2,500 psi Min. 1.5-inch Sarnatherm-A 15O or Sarnatherm-H | ¢ () o5 (Optional) Min. 0.25-inch DensDeck Prime S-OM-BA SOM-FMA 12-inch o.c., FB-SAD- | -120.0
structural concrete I1SO or min. 0.25-inch DensDeck Prime
A, FB-OB500 or FB-TRA
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

NoOTE: REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer
Sys. Deck MDP
Attach Attach Roof Cover (Note 15) "
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
. . Min. 1.5-inch Sarnatherm-A ISO or Sarnatherm-H . .
c61. | Min- 2,500 psi ISO or min. 0.25-inch DEXcell FA Glass Mat Roof S-OM-BA Min. 0.25-inch DEXcQLFA Glass Migoof S-OM-BA FB-SAD-A, FB-OB500 or FB-TRA | -120.0
structural concrete Board
Board
. . Min. 1.5-inch Sarnatherm-A ISO or Sarnatherm-H . . .
c62. Min. 2,500 psi IS0 or min. 0.25-inch SECUROCK Gypsum-Fiber S-OM-BA Min. 0.25-inch SECUROCK Gypsum-Fiber Roof S-OM-BA FB-S2121, FB-S2121-VC, FB-SAD- -120.0
structural concrete Board A, FB-OB500 or FB-TRA
Roof Board
. . Min. 1.5-inch Sarnatherm-A ISO or Sarnatherm-H . . <
c-63. Min. 2,500 psi ISO or min. 0.25-inch SECUROCK Ultralight Coated S-OM-BA Min. 0.25-inch SECUROCK Ultralight Coated S-OM-BA FB-S2170, FB-52170-VC, FB-SAD- 1200
structural concrete Glass-Mat Roof Board A, FB-OB500 or FB-TRA
Glass-Mat Roof Board
Min. 2,500 psi Min. 1.5-inch Sarnatherm-A ISO or Sarnatherm-H (Optional) Min. 0.25-inch DensDeck or
c-64. structural concrete 1SO or min. 0.25-inch DensDeck or DensDeck Prime S-OM-BA DensDeck Prime S-OM-BA FB-52170 -1500
. . Min. 1.5-inch Sarnatherm-A ISO or Sarnatherm-H . . .
cg5. | Min- 2,500 psi IS0 or min. 0.25-inch SECUROCK Gypsum-Fiber S-OM-BA Min. 0.25-inch SECUROCK Gypsum-Fiber Roof | ¢ ) g FB-52170 or FB-52170-VC -150.0
structural concrete Board
Roof Board
FB-S2170, FB-S2170-VC, FB-
) ) ) ) Min. 0.5-inch Sarnatherm Roof Board-H or ! !
C-66. Min. 2,500 psi Min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-A CG, S-OM-BA Sarnatherm Roof Board-R or min. 1.5-inch S-OM-BA S2121, .FB-52121-VC, FB-SAD- 165.0
structural concrete Sarnatherm-H ISO or Sarnatherm-H CG X FMA 4-inch o.c. or FB-SOM-FMA
Sarnatherm Composite Roof Board-H X
4-inch o.c.
) . . . Min. 0.5-inch Sarnatherm Roof Board-H or
cg7. | Min- 2,500 psi Min. 1.5-inch Sarnatherm-A IS0, Sarnatherm-ACG, | ¢ ) g0 min. 1.5-inch Sarnatherm Composite Roof S-OM-BA FB-OB500 or FB-TRA -165.0
structural concrete Sarnatherm-H ISO or Sarnatherm-H CG Board-H
c6g. | Min- 2,500 psi Min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-A CG, | ¢ ) g Min. 0.5-inch Sarnatherm Roof Board-R S-OM-BA FB-SAD-A or FB-OB500 -165.0
structural concrete Sarnatherm-H ISO or Sarnatherm-H CG
Min. 2,500 psi Min. 1.5-inch Sarnatherm-A CG, Sarnatherm-H ISO Min. 0.25-inch DEXcell FA Glass Mat Roof FB-S2170, FB-S2170-VC, FB-
69, structural concrete or Sarnatherm-H CG QOM-BA Board S-OM-BA OB500 or FB-TRA -165.0
. . . . FB-S2170, FB-S2170-VC, FB-
c70, | Min-2,500psi Min. 1.5-inch Sarnatherm-A CG, Sarnatherm-H1S0 | ¢ () g Min. 7/16-inch DEXcell Cement Roof Board S-OM-BA $2121, FB-SAD-A, FB-OB500 or | -165.0
structural concrete or Sarnatherm-H CG
FB-TRA
. . . . . . . FB-S2170, FB-S2170-VC, FB-
71 :il;n.tz,.:flo s: e xlrr;alths;rr:mslasﬁaotrsearl:;i}i?r::rggtherm—A CG, S-OM-BA IE\;/I(;;\;:.ZS—mch SECUROCK Gypsum-Fiber Roof S-OM-BA $2121, FB-52121-VC, FB-SAD-A, 165.0
ucturat cone FB-OB500 or FB-TRA
72 Min. 2,500 psi Min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-A CG, S-OM-BA Min. 0.25-inch SECUROCK Ultralight Coated S-OM-BA FB-S2170, FB-S2170-VC, FB-SAD- 165.0
" | structural concrete Sarnatherm-H ISO or Sarnatherm-H CG Glass-Mat Roof Board A, FB-OB500 or FB-TRA ’
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
NoOTE: REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
Sys. Deck MDP
Attach Attach Roof Cover (Note 15) "
No. (Note 1) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
Min. 2,500 psi Min. 0.25-inch DensDeck Prime primed with Detec | ¢ ) o ¢ FB-2170, FB-2170-VC or FB-
C-73. Systems “TruGround Conductive Primer”, roller- . None N/A -217.5
structural concrete K inch o.c. 2121-VC
applied at 0.4 gal/square
Min. 2,500 psi . . . Min. 0.25-inch DEXcell FA Glass Mat Roof FB-S2170, FB-S2170-VC, FB-
C-74. structural concrete (Optional) Min. 1.5-inch Sarnatherm-A 1SO S-OM-BA Board S-OM-BA OB500 or FB-TRA -382.5
Min. 2.500 bsi FB-S2170, FB-S2170-VC, FB-
C-75. T P Min. 1.5-inch Sarnatherm-A I1SO S-OM-BA Min. 7/16-inch DEXcell Cement Roof Board S-OM-BA S$2121, FB-SAD-A, FB-OB500 or -382.5
structural concrete
FB-TRA
. . FB-S2170, FB-S2170-VC, FB-
c-76. | Min- 2500 psi Min. 7/16-inch DEXcell Cement Roof Board >OM-BA, &- None N/A 52121, FB-SAD-A, FB-OB500 or | -405.0
structural concrete inch o.c.
FB-TRA
. . FB-S2170, FB-S2170-VC, FB-
c-77. :fr'”'ctz":’gocg;'crete Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board isrfh'vc')'FéA' & None N/A $2121, FB-52121-VC, FB-SAD-A, | -405.0
uet < FB-OB500 or FB-TRA
.78, Min. 2,500 psi Min. 0.5-inch SECUROCK Ultralight Coated Glass- §—OM—BA, 6- None N/A FB-SAD-A, FB-OB500 or FB-TRA -405.0
structural concrete Mat Roof Board inch o.c.
c-79. | Min- 2,500 psi Min. 1.5-inch Sarnatherm-A 1SO P-BM or P-CRA | (Optional) Additional layers base insulation P-BM or P- FB-52170-VC -97.5
structural concrete CRA
Min. 2.500 psi One or more layers min. 1.5-inch Sarnatherm-A 1SO, (Optional) Min. 0.5-inch Structodek High P_BM or P-
C-80. str -ct ,ral cgncrete Sarnatherm-H ISO or Sarnatherm-R ISO or min. P-BM or P-CRA Density Fiberboard or Min. 0.25-inch CRA FB-S2121 or FB-52121-VC -112.5
uetu 0.25-inch DensDeck or DensDeck Prime DensDeck or DensDeck Prime
Min. 2,500 psi (th|onal) DuPont Styrofoam Bra.nd Roofmate or . . ' P-BM or P-
C-81. Highload 60 or Insulfoam IX or min. 0.25-inch P-BM or P-CRA Min. 0.25-inch DensDeck or DensDeck Prime FB-S2121 or FB-52121-VC -112.5
structural concrete X CRA
DensDeck or DensDeck Prime
Min. 2.500 psi One or more layers min. 1.5-inch Sarnatherm-A 1SO, P_BM or P- FB-SAD-FMA 12-inch o.c., FB-
C-82. stru-ctL;raI cgncrete Sarnatherm-H ISO or Sarnatherm-R ISO or min. P-BM or P-CRA (Optional) Min. 0.25-inch DensDeck Prime CRA SOM-FMA 12-inch o.c., FB-SAD- -120.0
0.25-inch DensDeck Prime A, FB-OB500 or FB-TRA
. . (Optional) DuPont Styrofoam Brand Roofmate or
c-g3. | Min- 2,500 psi Highload 60 or Insulfoam IX or min. 0.25-inch P-BMor P-CRA | Min. 0.25-inch DensDeck P-BMorP FB-52170-VC 1275
structural concrete CRA
DensDeck
(Optional) Min. 1-inch Sarnatherm-A 1SO,
Min. 2.500 psi Sarnatherm-A CG, Sarnatherm-H ISO or
C-84. T P Sarnatherm-R ISO or DuPont Styrofoam Brand P-BM Min. 0.25-inch DensDeck Prime P-BM FB-S2121 or FB-S2121-VC -112.5
structural concrete . . )
Roofmate or Highload 60 or min. 0.25-inch
DensDeck Prime
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
NoOTE: REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
Sys. Deck MDP
Attach Attach Roof Cover (Note 15) "
No. (Note 1) Type Type sf
(Notes 6,7,8) (Notes 6,7,8)
(Optional) Min. 1-inch Sarnatherm-A ISO,
Min. 2.500 bsi Sarnatherm-A CG, Sarnatherm-H ISO or FB-SAD-FMA 12-inch o.c., FB-
C-85. stru.ctt;ral czncrete Sarnatherm-R ISO or DuPont Styrofoam Brand P-BM Min. 0.25-inch DensDeck Prime P-BM SOM-FMA 12-inch o.c.,FB-SAD- -120.0
Roofmate or Highload 60 or min. 0.25-inch A, FB-OB500 or FB-TRA
DensDeck Prime
(Optional) Min. 1-inch Sarnatherm-A ISO,
Min. 2.500 psi Sarnatherm-A CG, Sarnatherm-H ISO or
C-86. o p Sarnatherm-R ISO or DuPont Styrofoam Brand P-BM Min. 0.25-inch DensDeck Prime P-BM FB-S2170-VC -127.5
structural concrete A . )
Roofmate or Highload 60 or min. 0.25-inch
DensDeck Prime
(Optional) Min. 1-inch Sarnatherm-A ISO, . . FB-52170, FB-S2170-VC, FB-
g7 | Min-2500psi Sarnatherm-A CG, Sarnatherm-H ISO or oBM gﬂa'fna%fe'r'r‘ﬂzg";ggfgr: E‘:?Tiiioirg_ﬁ l'r" oBM 52121, FB-52121-VC, FB-SAD- 1650
" | structural concrete Sarnatherm-R ISO or DuPont Styrofoam Brand X . FMA 4-inch o.c. or FB-SOM-FMA '
R Sarnatherm Composite Roof Board-H X
Roofmate or Highload 60 4-inch o.c.
(Optional) Min. 1-inch Sarnatherm-A ISO,
c-gg. | Min- 2,500 psi sarnatherm-A CG, Sarnatherm-H 150 or P-BM Min. 0.5-inch Sarnatherm Roof Board-A Ill P-BM FB-SAD-A -165.0
structural concrete Sarnatherm-R I1SO or DuPont Styrofoam Brand
Roofmate or Highload 60
Min. 2,500 psi (sgf:;ot;aelr)mw-lr i:é-lggrlnsai:mnei:-ems-é |0er ’ QUSY nch Sarnatherm Roof Board-H or
C-89. - P ! P-BM min. 1.5-inch Sarnatherm Composite Roof P-BM FB-OB500 or FB-TRA -165.0
structural concrete Sarnatherm-R I1SO or DuPont Styrofoam Brand
R Board-H
Roofmate or Highload 60
SELF-ADHERING MEMBRANES:
(Optional) Additional layer(s) base insulation,
. . Min. 0.5-inch Sarnatherm-A 1SO, Sarnatherm-A CG, min. 0.25-inch SECUROCK Gypsum-Fiber Roof
c-90, | Min- 2,500 psi Sarnatherm-H 1SO, Sarnatherm-H CG, Sarnatherm-R 5-2163, 5-AD-A Board, min. 0.5-inch Sarnatherm Roof Board- $-2163, 5-AD- G410 SA -82.5%
structural concrete or S-AD-BA R . K A or S-AD-BA
ISO or Sarnatherm-R CG H or min. 1.5-inch Sarnatherm Composite
Roof Board-H
Min. 2,500 psi . . S-2163, S-AD-A ) . . ) S-2163, S-AD- «
C-91. structural concrete Min. 0.5-inch Sarnatherm-A ISO or S-AD-BA (Optional) additional layers of base insulation A or S-AD-BA G410 SA or G410SA FB 90.0
. . Min. 0.5-inch Sarnatherm-A 1SO or Sarnatherm-H . . .
c-92. | Min- 2,200 psi 1SO or min. 0.25-inch DensDeck, DensDeck Prime or | > 2163 S-AD-A | Min. 0.25-inch DensDeck Prime or DEXcell FA | $-2163, SAD- | 114 55 o Ga10 54 FB -90.0*
structural concrete or S-AD-BA Glass Mat Roof Board A or S-AD-BA
DEXcell FA Glass Mat Roof Board
Min. 2,500 psi Min. 0.5-inch Sarnatherm-A ISO, Sarnatherm-A CG, S-2163, S-AD-A . . S-2163, S-AD- «
€93, structural concrete | Sarnatherm-H ISO or Sarnatherm-H CG or S-AD-BA Min. 0.5-inch Sarnatherm Roof Board-A Il A or S-AD-BA G410 5A or G410 5A FB 900
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NoOTE: REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmo | etc.

@

Base Insulation Layer Top Insulation Layer
Sys. Deck MDP
Attach Attach Roof Cover (Note 15) "
No. (Note 1) Type Type sf
(Notes 6,7,8) (Notes 6,7,8)
(Optional) Additional layer(s) base insulation,
min. 0.25-inch DensDeck Prime, DEXcell FA
. . Min. 0.5-inch Sarnatherm-A ISO, Sarnatherm-A CG, Glass Mat Roof Board or SECUROCK Gypsum-
C-94. ls\frlz.ctztlfa(i)locs:crete Sarnatherm-H 1SO, Sarnatherm-H CG, Sarnatherm-R erSSA?SZ:DA Fiber Roof Board, min. 0.5-inch Sarnatherm ii:ii\gABi G410 SA FB -105.0*
1SO or Sarnatherm-R CG Roof Board-A IlI, Sarnatherm Roof Board-H or
Sarnatherm Roof Board-R or min. 1.5-inch
Sarnatherm Composite Roof Board-H
(Optional) Additional layer(s) base insulation,
. . Min. 1.5-inch Sarnatherm-A I1SO, Sarnatherm-A CG, min. 0.25-inch SECUROCK Gypsum-Fiber Roof
C-95. 's\fllz.ctzl;fglocg:crete Sarnatherm-H ISO, Sarnatherm-H CG, Sarnatherm-R | S-OM-BA Board, min. 0.5-inch Sarnatherm Roof Board-A | S-OM-BA aG:;gnS: or G410 SA FB, self- -82.5%
ISO or Sarnatherm-R CG Il or Sarnatherm Roof Board-H or min. 1.5- &
inch Sarnatherm Composite Roof Board-H
C-96. Min. 2,500 psi Min. 1.5-inch Sarnatherm-A I1SO S-OM-BA (Optional) Additional layers base insulation S-OM-BA G410 .SA or G410 SA FB, self- -90.0*
structural concrete adhering
. . Min. 1.5-inch Sarnatherm-A ISO or Sarnatherm-H . . .
c-97. Min. 2,500 psi IS0 or min. 0.25-inch DensDeck, DensDeck Prime or | S-OM-BA Min. 0.25-inch DensDeck Prime or DEXcell FA S-OM-BA G410 .SA or G410 SA FB, self- -90.0*
structural concrete Glass Mat Roof Board adhering
DEXcell FA Glass Mat Roof Board
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TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER*
NOTE: REFER TO

FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. Deck e v Primer MDP
No. Note 1 BXE ac sf)*
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Min. 2,500 psi | Min. 1.5-inch Sarnatherm-A1SO or | 5-2163, - 52163, 5- XZfa"r:jer FB-SAD-FMA 12-inch
C-98. | structural Sarnatherm-H ISO or min. 0.25- AD-A or S- Min. 0.25-inch DensDeck Prime AD-Aor S- . SBS-SA None o.c. or FB-SOM-FMA 12- -75.0
) . Primer SB .
concrete inch DensDeck Prime AD-BA AD-BA or VC inch o.c.
Min. 2,500 psi (ng;:)tgz?m'\/_'r iS%S(;IrnSC:rnatherm—H 5-2163, 5- 5-2163, - \F(:faor::ier
C-99. | structural . K AD-A or S- Min. 0.25-inch DensDeck Prime AD-A or S- . SBS-SA None FB-SAD-A or FB-OB500 -75.0
1SO or min. 0.25-inch DensDeck Primer SB
concrete . AD-BA AD-BA
Prime orVvC
(Optional) Min. 0.5-inch
Min. 2,500 psi | Sarnatherm-A ISO, Sarnatherm-H S-2163, S- S-2163, S- ':fc:l 2?1 FB-SAD-A FB-OB500 or
C-100.| structural 1SO, Sarnatherm-R ISO, AD-A or S- Min. 0.25-inch DensDeck Prime AD-A or S- RetarZer SBS-TA1 None FB-TRA ! -117.5
concrete Sarnatherm-A CG, Sarnatherm-H AD-BA AD-BA Primer TA
CG or Sarnatherm-R CG
Min. 2,500 psi | Min. 1.5-inch Sarnatherm-A I1SO or S-2163, S- S-2163, S- SBS-AA, SBS- (Optional) FB-SAD-FMA 12-inch
C-101.| structural Sarnatherm-H ISO or min. 0.25- AD-A or S- Min. 0.25-inch DensDeck Prime AD-A or S- None VRA-CA or SBZ—AA o.c. or FB-SOM-FMA 12- -120.0
concrete inch DensDeck Prime AD-BA AD-BA SBS-TA1 inch o.c.
Min. 2,500 psi | Min. 0.5-inch Sarnatherm-A ISO or S$-2163, S- S$-2163, S- SBS-AA, SBS- (Optional)
C-102.| structural Sarnatherm-H ISO or min. 0.25- AD-A or S- Min. 0.25-inch DensDeck Prime AD-A or S- None VRA-CA or SBg AA FB-SAD-A or FB-OB500 -120.0
concrete inch DensDeck Prime AD-BA AD-BA SBS-TA1
Min. 2,500 psi ga"ri;’trhr::’r;? Alal\ggi)rnglar:'n iti::r:‘H 5-2163, - 5-2163, - FB-SAD-FMA 12-inch
C-103.| structural . K AD-A or S- Min. 0.25-inch DensDeck Prime AD-A or S- None SBS-VRA-CA None o.c. or FB-SOM-FMA 12- -120.0
1SO or min. 0.25-inch DensDeck X
concrete . AD-BA AD-BA inch o.c.
Prime
in 35005 | STESTOEEE T 050 215 saucs s
C-104.| structural A K AD-A or S- Min. 0.25-inch DensDeck Prime AD-A or S- None SBS-VRA-CA None FB-SAD-A or FB-OB500 -120.0
1SO or min. 0.25-inch DensDeck
concrete . AD-BA AD-BA
Prime
. .| One or more layers, min. 1.5-inch FB-SAD-FMA 12-inch
Min. 2,500 psi S-2163, S- S-2163, S-
B E E .c., FB-SOM- 12-
C-105.| structural STYROFOAM BranSgECKMATEG AD-AorS- | Min. 0.25-inch DensDeck Prime AD-AorS- | None SBS-VRA-CA | None o.c, FB-SOM-FMA -120.0
concrete Plus or DECKMATE Plus FA or min. AD-BA AD-BA inch o.c., FB-SAD-A or
0.25-inch DensDeck Prime FB-OB500
. . . . Min. 0.25-inch DensDeck Prime,
Min. 2,500 psi | One or more layer(s), min. 0.5-inch | $-2163,S- | ey £n Glass Mat Roof Board or 5-2163, - SBS-SHF or FB-SAD-A, FB-OB500 or
C-106.| structural Sarnatherm-A 1SO, Sarnatherm-H AD-A or S- X AD-A or S- None None -167.5
SECUROCK Ultralight Coated Glass SBS-TA2 FB-TRA
concrete I1SO or Sarnatherm-R ISO AD-BA Mat Roof Board AD-BA
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TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER*
NOTE: REFER TO

FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. Deck e v Primer MDP
No. Note 1 BXE ac sf)*
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Min. 2,500 psi | Min. 1.5-inch Sarnatherm-A ISO or XZfa"r:jer ZBgsﬁgigg"Q_lFﬁchz_
C-107.| structural Sarnatherm-H 1SO or min. 0.25- S-OM-BA Min. 0.25-inch DensDeck Prime S-OM-BA ; SBS-SA None o -75.0
concrete inch DensDeck Prime PrimerQE inch o.c., FB-SAD-A or
orVC FB-OB500
(Optional) Min. 1.5-inch
Min. 2,500 psi | Sarnatherm-A ISO, Sarnatherm-H ASTVNG
. . . or Vapor FB-SAD-A, FB-OB500 or
C-108.| structural 1SO, Sarnatherm-R ISO, S-OM-BA Min. 0.25-inch DensDeck Prime S-OM-BA SBS-TA1 None -117.5
Retarder FB-TRA
concrete Sarnatherm-A CG, Sarnatherm-H Primer TA
CG or Sarnatherm-R CG
Min. 2,500 psi | Min. 1.5-inch Sarnatherm-A SO or SBS-AA, SBS- || ZBC‘S/:';:ggﬂh‘:_lFi;l'chhz_
C-109.| structural Sarnatherm-H ISO or min. 0.25- S-OM-BA Min. 0.25-inch DensDeck Prime S-OM-BA None VRA-CA or P o -120.0
" inch DensDeck Pri SBS-TAL SBS-AA inch o.c., FB-SAD-A or
concrete inch DensDeck Prime FB-OB500
. .| One or more layers, min. 1.5-inch FB-SAD-FMA 12-inch
Min. 2,500 psi | o o therm-A IO or Sarnatherm-H o.c., FB-SOM-FMA 12-
C-110. Z::s::tfl 1SO or min. 0.25-inch DensDeck S-OM-BA Min. 0.25-inch DensDeck Prime S-OM-BA None SBS-VRA-CA None inch o.c., FB-SAD-A or -120.0
Prime FB-OB500
Min. 0.25-inch DensDeck Prime
Min. 2,500 psi | One or more layer(s), min. 1.5-inch !
DEXcell FA Glass Mat Roof Board or SBS-SHF or FB-SAD-A, FB-OB500 or
C-111.| structural Sarnatherm-A ISO, Sarnatherm-H S-OM-BA SECUROCK Ultralight Coated Glass S-OM-BA None SBS-TA2 None FB-TRA -167.5
concrete I1SO or Sarnatherm-R ISO
Mat Roof Board
Min. 2,500 psi | Min. L.5-inch Sarnatherm-A1sOor | o o oBM or P Xzf:r:ier (F)BC’SAFE';EAG lFi;l'Xclhz
C-112.| structural Sarnatherm-H ISO or min. 0.25- Min. 0.25-inch DensDeck Prime . SBS-SA None Y -75.0
concrete inch DensDeck Prime CRA CRA Primer SB inch o.c., FB-SAD-A or
orVC FB-OB500
Min. 2,500 psi | Min. 1.5-inch Sarnatherm-A ISO or SBS-AA, SBS- _ FB-SAD-FMA 12-inch
X P-BM or P- . . . P-BM or P- (Optional) o.c., FB-SOM-FMA 12-
C-113.| structural Sarnatherm-H ISO or min. 0.25- Min. 0.25-inch DensDeck Prime None VRA-CA or ) -120.0
concrete inch DensDeck Prime CRA CRA SBS-TA1 SBS-AA inch o.c., FB-SAD-A or
FB-OB500
Min. 0.25-inch DensDeck Prime
Min. 2,500 psi | One or more layer(s), min. 1.5-inch !
DEXcell FA Glass Mat Roof Board or SBS-SHF or FB-SAD-A, FB-OB500 or
C-114.| structural Sarnatherm-A ISO, Sarnatherm-H TF-RA SECUROCK Ultralight Coated Glass TF-RA None SBS-TA2 None FB-TRA -167.5
concrete I1SO or Sarnatherm-R ISO
Mat Roof Board
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NEmoO | etc.e

TABLE 3c: STRUCTURAL CONCRETE DECKS - NEW CON ION, REROOF (TeAR-OFF) oR RECOVER

INSULATED, INDUCTIO ELDED ROOF COVER
Attachment
System Insulation Layer Row MDP
Deck (Note 1) Roof Cover (Note 15B)
No. (Note 3, Note 13) Fastener (Note 11) Spacing Fa‘s tener (psf)
. Spacing (inch)
(inch)
SARNADISC TRUFAST IW PLATE INDUCTION WELDED SYSTEMS:
Min. 2,500 psi One or more layers, any combination, | Sarnafastener-T #14 with Sarnadisc $327 induction welded using Trufast Induction
C-115. A . ] ] 60 12 . -45.0
structural concrete min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
Min. 2,500 psi One or more layers, any combination, | Sarnafastener-T #14 with Sarnadisc $327 induction welded using Trufast Induction
C-116. . . - ] 48 12 . -60.0
structural concrete | min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
c-117 Min. 2,500 psi One or more layers, any combination, | Sarnafastener-T #14 with Sarnadisc 36 12 $327 induction welded using Trufast Induction 825
’ structural concrete min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets. ’
c-118 Min. 2,500 psi One or more layers, any combination, | Sarnafastener-T #14 with Sarnadisc 72 6 $327 induction welded using Trufast Induction 75.0
’ structural concrete min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets. ’
c-119 Min. 2,500 psi One or more layers, any combination, | Sarnafastener-T #14 with Sarnadisc 60 6 $327 induction welded using Trufast Induction -90.0
’ structural concrete | min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets. ’
Min. 2,500 psi One or more layers, any combination, | Sarnafastener-T #14 with Sarnadisc $327 induction welded using Trufast Induction
C-120. . . - ] 48 6 . -112.5
structural concrete | min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
Min. 2,500 psi One or more layers, any combination, | Sarnafastener-T #14 with Sarnadisc $327 induction welded using Trufast Induction
C-121. . ) - ] 36 6 . -150.0
structural concrete | min. 1.5-inch thick, prelim. attach Trufast IW Plate Welding Tool and Magnets.
c-122 Min. 2,500 psi One or more layers, any combination, | Sarnafastener-T #14 with Sarnadisc 1 per 4.0 ft? $327 induction welded using Trufast Induction -60.0
’ structural concrete | min. 1.5-inch thick Trufast IW Plate (8 parts per 4x8 ft board) Welding Tool and Magnets. ’
c-123 Min. 2,500 psi One or more layers, any combination, | Sarnafastener-T #14 with Sarnadisc 1 per 3.2 ft2 $327 induction welded using Trufast Induction 675
’ structural concrete | min. 1.5-inch thick Trufast IW Plate (10 parts per 4x8 ft board) Welding Tool and Magnets. ’
C-124 Min. 2,500 psi One or more layers, any combination, | Sarnafastener-T #14 with Sarnadisc 1 per 2.7 ft? $327 induction welded using Trufast Induction 825
’ structural concrete | min. 1.5-inch thick Trufast IW Plate (12 parts per 4x8 ft board) Welding Tool and Magnets. ’
c-125 Min. 2,500 psi One or more layers, any combination, | Sarnafastener-T #14 with Sarnadisc 1 per 2.0 ft? $327 induction welded using Trufast Induction 1125
’ structural concrete | min. 1.5-inch thick Trufast IW Plate (16 parts per 4x8 ft board) Welding Tool and Magnets. '
c-126 Min. 2,500 psi One or more layers, any combination, | Sarnafastener-T #14 with Sarnadisc 1 per 1.8 ft? $327 induction welded using Trufast Induction -120.0
’ structural concrete | min. 1.5-inch thick Trufast IW Plate (18 parts per 4x8 ft board) Welding Tool and Magnets. '
c-127 Min. 2,500 psi One or more layers, any combination, | Sarnafastener-T #14 with Sarnadisc 1 per 1.3 ft2 $327 induction welded using Trufast Induction 1725
’ structural concrete | min. 1.5-inch thick Trufast IW Plate (24 parts per 4x8 ft board) Welding Tool and Magnets. '
c-128 Min. 2,500 psi One or more layers, any combination, | Sarnafastener-T #14 with Sarnadisc 1 per 1.0 ft? $327 induction welded using Trufast Induction 2175
’ structural concrete | min. 1.5-inch thick Trufast IW Plate (32 parts per 4x8 ft board) Welding Tool and Magnets. '
SARNADISC RHINOBOND SYSTEMS:
Min. 2,500 psi A Sarnafastener #14 with Sarnadisc 24 $327, 105327 or Sikaplan Universal (60-mil) induction
-129. ! . ! . . . -45.0*
129 structural concrete One or more layers, any combination RhinoBond Plate 36 (staggered) welded using RhinoBond Installation Tool 450
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TABLE 3c: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-2: INSULATED, INDUCTION-WELDED ROOF COVER

Attachment
System Insulation Layer Row MDP
Deck (Note 1) Roof Cover (Note 15B)
No. (Note 3, Note 13) Fastener (Note 11) Spacing Fa‘s ten.e r (psf)
. Spacing (inch)
(inch)
Min. 2,500 psi L Sarnafastener #14 with Sarnadisc 24 $327, 105327 or Sikaplan Universal (60-mil) induction
¢-130. structural concrete One or more layers, any combination RhinoBond Plate 24 (staggered) welded using RhinoBond Installation Tool -60.0
ISOWELD INDUCTION WELDING SYSTEMS:
Min. 2,500 psi One or more layers, any combination, | Dekfast DF-#15-PH3 with SFS $327 induction welded using SFS isoweld® 3000
C-131. . ) ) . 60 12 -45.0
structural concrete | min. 1.5-inch, prelim. attach isoweld® PVC Plate (FI-P-6.8-PVC) stand-up tool
c-132 Min. 2,500 psi One or more layers, any combination, | Dekfast DF-#15-PH3 with SFS 36 24 $327 induction welded using SFS isoweld® 3000 525
’ structural concrete | min. 1.5-inch isoweld® PVC Plate (FI-P-6.8-PVC) (staggered) stand-up tool '
c-133 Min. 2,500 psi One or more layers, any combination, | Dekfast DF-#15-PH3 with SFS 24 18 $327 induction welded using SFS isoweld® 3000 825
’ structural concrete | min. 1.5-inch isoweld® PVC Plate (FI-P-6.8-PVC) (staggered) stand-up tool '
C-134 Min. 2,500 psi One or more layers, any combination, | Dekfast DF-#15-PH3 with SFS 1 per3.2 ft2 $327 induction welded using SFS isoweld® 3000 75.0
’ structural concrete | min. 1.5-inch, prelim. attach isoweld® PVC Plate (FI-P-6.8-PVC) (10 parts per 4x8 ft board) stand-up tool ’
c-135 Min. 2,500 psi One or more layers, any combination, | Dekfast DF-#15-PH3 with SFS 60 6 $327 induction welded using SFS isoweld® 3000 -90.0
’ structural concrete min. 1.5-inch, prelim. attach isoweld® PVC Plate (FI-P-6.8-PVC) stand-up tool ’

TABLE 3p: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER*

Sy;t;em Deck (Note 1) Primer Base Ply (Note 15) Roof Cover (Note 15) MDP (psf)*
C-136. Min. 2,500 psi structural concrete Vapor Retarder Primer SB or VC SBS-SA FB-SAD-FMA 12-inch o.c. or FB-SOM-FMA 12-inch o.c. -67.5
C-137. Min. 2,500 psi structural concrete None None FB-SAD-FMA 12-inch o.c. or FB-SOM-FMA 12-inch o.c. -120.0
C-138. Min. 2,500 psi structural concrete ASTM D41 or Vapor Retarder Primer TA SBS-AA or SBS-TA1 FB-SAD-FMA 12-inch o.c. or FB-SOM-FMA 12-inch o.c. -120.0
C-139. Min. 2,500 psi structural concrete None SBS-VRA-CA, ribbons 6-inch o.c FB-SAD-FMA 12-inch o.c. or FB-SOM-FMA 12-inch o.c. -120.0
C-140. Min. 2,500 psi structural concrete None SBS-VRA-CA, ribbons 6-inch o.c. FB-SAD-FMA or FB-SOM-FMA, 4-inch o.c. -180.0
C-141. Min. 2,500 psi structural concrete None None FB-52170-VC -495.0
C-142. Min. 2,500 psi structural concrete None None FB-SAD-FMA or FB-SOM-FMA, 4-inch o.c. -495.0
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NEmoO | etc.e
TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTRUAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
REFER TO NOTE 16B FOR VAPOR BARRIER (DRY-IN ROOF) OPTIONS FOR USE BETWEEN STRUCTURAL CONCRETE DECK AND LIGHTWEIGHT CONCRETE

Base Insulation Layer Coverboard
System Deck . . MDP
No N Lightweight Concrete (Note 14) o Attach o Attach Roof Cover (Note 15) —[ sf)*
. _‘ ote [
ype Notes 6,7,8 ype Notes 6,7,8
CELCORE, NOA 24-0906.02:
BAREBACK MEMBRANE APPLICATIONS:
Min. 0.5-inch Sarnatherm Roof Board-A
Min. 2.500 Min. 390 psi Celcore MF Cellular 1l, Sarnatherm Roof Board-H or S-2163, S-
L Concrete with Celcore HS Rheology Sarnatherm Roof Board-R primed with AD-A or S- BB-2170, BB-2170-VC,
LWC-1 psi structural . ; “ . None N/A -100.0
concrete Modifying Admixture. Surface treated Detec Systems “TruGround Conductive | AD-BA, 6- BB-2175 or BB-2121-VC
with Celcore PVA Curing Compound Primer”, roller-applied at 0.4 inch o.c.
gal/square
Min. 2,500 gﬁc::.cfegtz S\filtlfeclcefcrc?rz/l:iscsuizg 5-2163, 5- (Optional) additional layers of base 5-2163, 5- BB-52170, BB-52170-VC,
LWC-2 psi structural . R gy Min. 1.5-inch Sarnatherm-A 1SO AD-A or S- . P R v AD-A or S- BB-S2175, BB-S2121 or -127.5
Modifying Admixture. Surface treated insulation
concrete . ) AD-BA AD-BA BB-S2121-VC
with Celcore PVA Curing Compound
. Min. 390 psi Celcore MF Cellular . . ¢
Min. 2,500 . (Optional) Min. 1.5-inch Sarnatherm-A S-2163, S- S-2163, S-
LWC-3 psi structural Conc.reFe with C.elcore HS Rheology 1SO or Sarnatherm-H ISO or min. 0.25- AD-A or S- Min. 0.25-inch DensDeck AD-Aor S- BB-52170-VC, BB-52121 -127.5
Modifying Admixture. Surface treated . or BB-52121-VC
concrete ) . inch DensDeck AD-BA AD-BA
with Celcore PVA Curing Compound
Min. 2,500 2"0':;?;2 F;\f"tﬁ'ac';fgjrzﬂ;:;:‘éflg (Optional) Min. 1.5-inch Sarnatherm-A | S-2163, S- $-2163,5- | BB-52170-VC, BB-S2121,
LWC-4 psi structural . R gy 1SO or Sarnatherm-H ISO or min. 0.25- AD-A or S- Min. 0.25-inch DensDeck Prime AD-A or S- BB-S2121-VC or BB- -127.5
Modifying Admixture. Surface treated ) \
concrete ) . inch DensDeck Prime AD-BA AD-BA S2175
with Celcore PVA Curing Compound
Min. 2,500 2"0':;?;2 F;\f"tﬁ'ac';fgjrzﬂ;:;:‘éflg (Optional) Min. 1.5-inch Sarnatherm-A | $-2163,S- | Min. 0.5-inch Sarnatherm Roof $-2163,5- | BB-52170, BB-S2170-VC,
LWC-5 psi structural . . gy 1SO, Sarnatherm-A CG, Sarnatherm-H AD-A or S- Board-A Ill or Sarnatherm Roof AD-A or S- BB-S2121 or BB-S2121- -165.0
Modifying Admixture. Surface treated
concrete . . ISO or Sarnatherm-H CG AD-BA Board-R AD-BA VC
with Celcore PVA Curing Compound
Min. 2,500 g:cft: s\fl'tﬁﬂ;’crsrzﬂ: SC::‘;';L (Optional) Min. 1.5-inch Sarnatherm-A | $-2163, 5- 'I;"c:;‘rj:c'::c:;arfzt:‘:cr}:“ Roof 5-2163,S- | BB-52170, BB-52170-VC,
LWC-6 psi structural . R 8y 1SO, Sarnatherm-A CG, Sarnatherm-H AD-A or S- T AD-A or S- BB-S2121, BB-S2121-VC -165.0
Modifying Admixture. Surface treated Sarnatherm Composite Roof
concrete A . I1SO or Sarnatherm-H CG AD-BA AD-BA or BB-S2175
with Celcore PVA Curing Compound Board-H
Min. 390 psi Celcore MF Cellul
Min. 2,500 in. SSUPS! SO o (Optional) Min. 1.5-inch Sarnatherm-A | S-2163,5- | Min. 0.25-inch DEXcell FA Glass 52163, 5
- Concrete with Celcore HS Rheology . BB-S2170, BB-52170-VC,
LWC-7 psi structural Modifving Admixture. Surface treated ISO, Sarnatherm-A CG, Sarnatherm-H AD-A or S- Mat Roof Board or 7/16-inch AD-A or S- BB-S2121 or BB-52175 -165.0
concrete . By ) 1SO or Sarnatherm-H CG AD-BA DEXcell Cement Roof Board AD-BA
with Celcore PVA Curing Compound
Min. 390 psi Celcore MF Cellul
Min. 2,500 in. S ps! LEICOR - Qi (Optional) Min. 1.5-inch Sarnatherm-A | $-2163,5- | Min. 0.25-inch SECUROCK 52163, 5-
R Concrete with Celcore HS Rheology K BB-52170, BB-S2170-VC
LWC-8 psi structural [ R ISO, Sarnatherm-A CG, Sarnatherm-H AD-A or S- Ultralight Coated Glass-Mat Roof AD-Aor S- -165.0
Modifying Admixture. Surface treated or BB-S2175
concrete . . ISO or Sarnatherm-H CG AD-BA Board AD-BA
with Celcore PVA Curing Compound
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTRUAL CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
REFER TO NOTE 16B FOR VAPOR BARRIER (DRY-IN ROOF) OPTIONS FOR USE BETWEEN STRUCTURAL CONCRETE DECK AND LIGHTWEIGHT CONCRETE

NEmoO | etc.e

Base Insulation Layer Coverboard
System Deck . . MDP
No N Lightweight Concrete (Note 14) o Attach o Attach Roof Cover (Note 15) —[ sf)*
. _‘ ote [
ype (Notes 6,7,8) ype (Notes 6,7,8)
Min. 2.500 Min. 390 psi Celcore MF Cellular Min. 0.25-inch DensDeck Prime primed | S-2163, S-

LWC-9 i S.tI’L'JCtUI’a| Concrete with Celcore HS Rheology with Detec Systems “TruGround AD-A or S- None N/A BB-2170, BB-2170-VC, 2175
P Modifying Admixture. Surface treated Conductive Primer”, roller-applied at AD-BA, 6- BB-2175 or BB-2121-VC ’
concrete ) ) :

with Celcore PVA Curing Compound 0.4 gal/square inch o.c.
Min. 2,500 | Min- 390 psi Celcore MF Cellular Min. 0.25-inch DEXcell FA Glass Mat 5-2163, 5-

LWC-10 si structural Concrete with Celcore HS Rheology Roof Board or 7/16-inch DEXcell AR > None N/A BB-S2170, BB-52170-VC, -217.5
p Modifying Admixture. Surface treated AD-BA, 6- BB-S2121 or BB-S2175 ’
concrete ) . Cement Roof Board -

with Celcore PVA Curing Compound inch o.c.
Min. 2,500 Min. 390 psi Celcore MF Cellular

LWC-11 si s'trL’JcturaI Concrete with Celcore HS Rheology Min. 0.5-inch SECUROCK Ultralight S-AD-BA, 6- None N/A BB-52170, BB-S2170-VC 405.0
P Modifying Admixture. Surface treated Coated Glass-Mat Roof Board inch o.c. or BB-S2175 :
concrete ) :

with Celcore PVA Curing Compound
Min. 2,500 P-BM or P- (Optional) additional layers of base | P-BM or P- BB-52170-VC or BB-
LWC-12 | psistructural | Min. 200 psi Celcore Cellular Concrete Min. 1.5-inch Sarnatherm-A I1SO : P R ¥ -97.5
CRA insulation CRA S2175
concrete
Min. 2,500 One or more layers min. 1.5-inch P-BM or P- P-BM or P-

LWC-13 | psistructural | Min. 200 psi Celcore Cellular Concrete Sarnatherm-A ISO, Sarnatherm-H ISO CRA Min. 0.25-inch DensDeck Prime CRA BB-52170-VC -127.5

concrete or Sarnatherm-R ISO
. (Optional) One or more layers min. 1.5-
Min. 2,500 inch Sarnatherm-A ISO, Sarnatherm-H | P-BM or P- P-BM or P-

LWC-14 | psistructural | Min. 200 psi Celcore Cellular Concrete 1O or Sarnatherm-R 1SO or Insulfoam CRA Min. 0.25-inch DensDeck Prime CRA BB-S2170 or BB-S2175 -215.0
concrete

IX
FELTBACK MEMBRANE APPLICATIONS:
Min. 0.5-inch Sarnatherm Roof
Min. 2,500 g:;;: s\fl'tﬁﬂcefcr;zﬂ: SC::‘;';L Min. 1.5-inch Sarnatherm-A IS0, 5-2163, - gg::j:: 'c')'r :2:::‘:::::: :gg: 5-2163,5- | FB-SAD-FMA 12-inch o.c.

LWC-15 | psi structural . R 8y Sarnatherm-A CG, Sarnatherm-H ISO or | AD-A or S- K R AD-A or S- or FB-SOM-FMA 12-inch -60.0

concrete Modifying Admixture. Surface treated Sarnatherm-H.CG AD-BA Board-R or min. 1.5-inch AD-BA oc
with Celcore PVA Curing Compound Sarnatherm Composite Roof -
Board-H
Min. 0.5-inch Sarnatherm Roof Board-A
Min. 2.500 Min. 390 psi Celcore MF Cellular 11, Sarnatherm Roof Board-H or S-2163, S-

LWC-16 i ;trl;ctural Concrete with Celcore HS Rheology Sarnatherm Roof Board-R primed with AD-A or S- None N/A FB-2170, FB-2170-VC or -100.0

Eoncrete Modifying Admixture. Surface treated Detec Systems “TruGround Conductive | AD-BA, 6- FB-2121-VC '
with Celcore PVA Curing Compound Primer”, roller-applied at 0.4 inch o.c.
gal/square
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTRUAL CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

REFER TO NOTE 16B FOR VAPOR BARRIER (DRY-IN ROOF) OPTIONS FOR USE BETWEEN STRUCTURAL CONCRETE DECK AND LIGHTWEIGHT CONCRETE

Base Insulation Layer Coverboard
System Deck . . MDP
No N Lightweight Concrete (Note 14) o Attach o Attach Roof Cover (Note 15) —[ sf)*
. _‘ ote [
ype Notes 6,7,8 ype Notes 6,7,8
Min. 2,500 g)':cf;z S\Z'tﬁ‘ztfcr;g': SC;:ZI(;L Min. 1.5-inch Sarnatherm-A ISO or S2163,5 | o) Min, 0.25-inch 5-2163, S-
LWC-17 | psi structural o R &Y Sarnatherm-H ISO or min. 0.25-inch AD-Aor S- P A AD-A or S- FB-S2121 or FB-S2121-VC | -112.5
Modifying Admixture. Surface treated DensDeck
concrete . . DensDeck AD-BA AD-BA
with Celcore PVA Curing Compound
. . FB-S2121, FB-S2121-VC,
Min. 2,500 g:cf;z ﬁlﬁ'ec'cefcfr?: SC::‘;';’I; Min. 1.5-inch Sarnatherm-A 15O or S2163,5 | i) Min. 0.25-inch $-2163,S- | FB-SAD-FMA 12-inch o.c.,
LWC-18 | psistructural | ~Pies B se BT8O S trethe 4 | Samatherm-H 50 or min. 0.25-inch AD-AorS- De’;sDeck brime AD-AorS- | FB-SOM-FMA 12-inch -120.0
concrete odiving : DensDeck Prime AD-BA AD-BA o.c., FB-SAD-A, FB-OB500
with Celcore PVA Curing Compound
or FB-TRA
. Min. 390 psi Celcore MF Cellular . ) .
Min. 2500 | concrete with Celcore HS Rheology (Optional) Min. 1.5-inch Sarnatherm-A | S-2163, - |y g 35 inch DEXcell FA Glass 2163, 5| £5 5AD-A, FB-0BS00 or
LWC-19 | psi structural . R 1SO or Sarnatherm-H ISO or min. 0.25- AD-A or S- AD-A or S- -120.0
Modifying Admixture. Surface treated . Mat Roof Board FB-TRA
concrete ) . inch DEXcell FA Glass Mat Roof Board AD-BA AD-BA
with Celcore PVA Curing Compound
Min. 2,500 Min. 390 ps.l Celcore MF Cellular (Optional) Min. 1.5-inch Sarna.therm—A 52163, 5- . . 52163, 5- FB-52121, FB-52121-VC,
R Concrete with Celcore HS Rheology 1SO or Sarnatherm-H ISO or min. 0.25- Min. 0.25-inch SECUROCK Gypsum-
LWC-20 | psi structural . . . . AD-A or S- R AD-A or S- FB-SAD-A, FB-OB500 or -120.0
Modifying Admixture. Surface treated inch SECUROCK Gypsum-Fiber Roof Fiber Roof Board
concrete . . AD-BA AD-BA FB-TRA
with Celcore PVA Curing Compound Board
Min. 2,500 g:;;: s\fl'tﬁﬂcefcr;zﬂ: SC::‘;';L I‘?gi‘:’;z'r)n“:t":‘efnfI;”ICSZSSI'ET:G(STSA $-2163,S- | Min. 0.25-inch SECUROCK 5-2163,S- | FB-52170, FB-52170-VC,
LWC-21 | psistructural . R gy . X A AD-A or S- Ultralight Coated Glass-Mat Roof AD-A or S- FB-SAD-A, FB-OB500 or -120.0
concrete Modifying Admixture. Surface treated inch SECUROCK Ultralight Coated AD-BA Board AD-BA FB-TRA
with Celcore PVA Curing Compound Glass-Mat Roof Board
Min. 2,500 g:;;: s\fl'tﬁﬂcefcr;zﬂ: SC::‘;';L (Optional) Min. 1.5-inch Sarnatherm-A | $-2163, - 52163, 5
LWC-22 | psistructural [ . ol 1SO or Sarnatherm-H ISO or min. 0.25- AD-A or S- Min. 0.25-inch DensDeck Prime AD-A or S- FB-S2170-VC -127.5
Modifying Admixture. Surface treated . .
concrete . . inch DensDeck Prime AD-BA AD-BA
with Celcore PVA Curing Compound
. Min. 390 psi Celcore MF Cellular . .
Min: 2500 1 concrete with Celcore HS Rheology Min. 0.5-inch Safggtherm-A IS0, >2183, 51 \lin, 0.25-inch DEXcell FA Glass >2183,5 | 552170, FB-52170-VC,
LWC-23 | psistructural . R Sarnatherm-A CG, Sarnatherm-H ISO or | AD-AorS- AD-A or S- -165.0
Modifying Admixture. Surface treated Mat Roof Board FB-OB500 or FB-TRA
concrete . . Sarnatherm-H CG AD-BA AD-BA
with Celcore PVA Curing Compound
Min.2500 | ¥ 339 S\Z;E‘Z'ngsrzﬂ:;::‘;';; Min. 0.5-inch Sarnatherm-A IS0, S2163,5 |\ ik DEXcell Cement 5-2163,5- | FB-52170, FB-S2170-VC,
LWC-24 | psi structural Modifving Admixture. Surface trSZted Sarnatherm-A CG, Sarnatherm-H ISO or | AD-A or S- Room; Board AD-A or S- FB-S2121, FB-SAD-A, FB- -165.0
concrete e ) Sarnatherm-H CG AD-BA AD-BA 0B500 or FB-TRA
with Celcore PVA Curing Compound
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTRUAL CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
REFER TO NOTE 16B FOR VAPOR BARRIER (DRY-IN ROOF) OPTIONS FOR USE BETWEEN STRUCTURAL CONCRETE DECK AND LIGHTWEIGHT CONCRETE

NEmoO | etc.e

Base Insulation Layer Coverboard
System Deck . . MDP
No N Lightweight Concrete (Note 14) o Attach o Attach Roof Cover (Note 15) (0sf)*
. _‘ ote [
yee (Notes 6,7,8) yee (Notes 6,7,8) L
. . (Optional) Min. 1.5-inch Sarnatherm-A
Min.2,500 | Min- 390 psi Celcore MF Cellular 1SO, Sarnatherm-A CG, Sarnatherm-H | $-2163, S- . . 521635 | 552170, FB-52170-VC,
R Concrete with Celcore HS Rheology R Min. 0.25-inch SECUROCK Gypsum- FB-S2121, FB-S2121-VC,
LWC-25 | psistructural [ R ISO or Sarnatherm-H CG or min. 0.25- AD-A or S- . AD-A or S- -165.0
Modifying Admixture. Surface treated . . Fiber Roof Board FB-SAD-A, FB-OB500 or
concrete . . inch SECUROCK Gypsum-Fiber Roof AD-BA AD-BA
with Celcore PVA Curing Compound FB-TRA
Board
. R (Optional) Min. 1.5-inch Sarnatherm-A
Min. 2,500 2"0':;’;2 s\zltrfi:IZ?crerA: SC;:‘;';L ISO, Sarnatherm-A CG, Sarnatherm-H | 5-2163,5- | Min. 0.25-inch SECUROCK $-2163,5- | FB-52170, FB-52170-VC,
LWC-26 | psistructural Modifving Admixture. Surface tregzted 1SO or Sarnatherm-H CG or min. 0.25- AD-A or S- Ultralight Coated Glass-Mat Roof AD-A or S- FB-SAD-A, FB-OB500 or -165.0
concrete odiying : inch SECUROCK Ultralight Coated AD-BA Board AD-BA FB-TRA
with Celcore PVA Curing Compound
Glass-Mat Roof Board
FB-S2170, FB-S2170-VC
Min. i Cel MF Cellul ! !
Min. 2,500 Col:c?:tg s:l'tﬁecir;e HSC;hZc?IL (Optional) Min. 1.5-inch Sarnatherm-A | $-2163,S- | \\ ol o $-2163,5- | FB-52121, FB-52121-VC,
LWC-27 | psi structural Modifving Admixture. Surface trethed 1SO, Sarnatherm-A CG, Sarnatherm-H AD-A or S- Boat.'d .A i AD-A or S- FB-SAD-FMA 4-inch o.c., -165.0
concrete . ying ) ISO or Sarnatherm-H CG AD-BA AD-BA FB-SOM-FMA 4-inch o.c.
with Celcore PVA Curing Compound
or FB-SAD-A
. . . . FB-S2170, FB-S2170-VC,
Min.2500 | o 339 F\:\thrcleclgljcrjrzﬂs SC;:‘;';; (Optional) Min. 1.5-inch Sarnatherm-A | 5-2163, - g"o';‘r(?:(')”rcr:lsnarf??:c'? Roof 5-2163,5- | FB-52121, FB-S2121-VC,
LWC-28 | psi structural . R gy 1SO, Sarnatherm-A CG, Sarnatherm-H AD-A or S- o AD-A or S- FB-SAD-FMA 4-inch o.c., -165.0
Modifying Admixture. Surface treated Sarnatherm Composite Roof B
concrete with Celcore PVA Curing Compound ISO or Sarnatherm-H CG AD-BA Board-H AD-BA FB-SOM-FMA 4-inch o.c.
uring Lompou or FB-OB500 or FB-TRA
. . FB-S2170, FB-S2170-VC,
Min. 2,500 ('\_g:'cftz s\fi'tﬁﬂcefcr;zﬂ::::f;; (Optional) Min. 1.5-inch Sarnatherm-A | $-2163,S- | \\ oo o $-2163,S- | FB-S2121, FB-52121-VC,
LWC-29 | psi structural Modifving Admixture. Surface trEZted I1SO, Sarnatherm-A CG, Sarnatherm-H AD-A or S- Boat:d .R AD-A or S- FB-SAD-FMA 4-inch o.c., -165.0
concrete with C\;Icire PVA C rin Compound I1SO or Sarnatherm-H CG AD-BA AD-BA FB-SOM-FMA 4-inch o.c.,
Uring -3 FB-SAD-A or FB-OB500
Min. 2.500 Min. 390 psi Celcore MF Cellular Min. 0.25-inch DensDeck Prime primed | S-2163, S-
LWC-30 si s,.trL’JcturaI Concrete with Celcore HS Rheology with Detec Systems “TruGround AD-A or S- None N/A FB-2170, FB-2170-VC or 2175
soncrete Modifying Admixture. Surface treated Conductive Primer”, roller-applied at AD-BA, 6- FB-2121-VC ’
with Celcore PVA Curing Compound 0.4 gal/square inch o.c.
Min. 2.500 Min. 390 psi Celcore MF Cellular
LWC-31 si s:trtljctural Concrete with Celcore HS Rheology (Optional) Min. 1.5-inch Sarnatherm-A S-2163 or Min. 0.25-inch DEXcell FA Glass S-2163 or FB-S2170, FB-S2170-VC, 3825
P Modifying Admixture. Surface treated 1SO S-AD-BA Mat Roof Board S-AD-BA FB-OB500 or FB-TRA ’
concrete ) .
with Celcore PVA Curing Compound
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTRUAL CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

REFER TO NOTE 16B FOR VAPOR BARRIER (DRY-IN ROOF) OPTIONS FOR USE BETWEEN STRUCTURAL CONCRETE DECK AND LIGHTWEIGHT CONCRETE

Base Insulation Layer Coverboard
System Deck . . MDP
No. N Lightweight Concrete (Note 14) o Attach - Attach Roof Cover (Note 15) —[ sf)*
yp (Notes 6,7,8) yp (Notes 6,7,8)
. Min. 390 psi Celcore MF Cellular
Min. 2,500 FB-S2170, FB-S2170-VC
- & Concrete with Celcore HS Rheology (Optional) Min. 1.5-inch Sarnatherm-A | S-2163 or Min. 7/16-inch DEXcell Cement S-2163 or ! !
LWC-32 | psi structural . . FB-S2121, FB-SAD-A, FB- -382.5
Modifying Admixture. Surface treated 1SO S-AD-BA Roof Board S-AD-BA
concrete . . OB500 or FB-TRA
with Celcore PVA Curing Compound
Min. 2,500 Min. 390 ps.l Celcore MF Cellular . . . S-AD-A or FB-S2170, FB-S2170-VC,
LWC-33 si structural Concrete with Celcore HS Rheology Min. 0.5-inch SECUROCK Gypsum-Fiber S-AD-BA 6- | None N/A FB-S2121, FB-S2121-VC, -405.0
soncrete Modifying Admixture. Surface treated Roof Board inch o.c ! FB-SAD-A, FB-OB500 or ’
with Celcore PVA Curing Compound N FB-TRA
. Min. 390 psi Celcore MF Cellular
Min. 2,500 . . . ) S-2163 or FB-S2170, FB-S2170-VC,
LWC-34 | psi structural Conc.reFe with C.elcore HS Rheology Min. 0.5-inch SECUROCK Ultralight S-AD-BA. 6- | None N/A FB-SAD-A, FB-OB500 o -405.0
Modifying Admixture. Surface treated Coated Glass-Mat Roof Board .
concrete . . inch o.c. FB-TRA
with Celcore PVA Curing Compound
Min. 2,500 One or more layers min. 1.5-inch P-BM or P- (Optional) additional layers of base | P-BM or P-
LWC-35 | psistructural | Min. 200 psi Celcore Cellular Concrete Sarnatherm-A ISO CRA insulation CRA FB-S2170-VC -97.5
concrete
(Optional) One or more layers min. 1.5-
Min. 2,500 inch Sarnatherm-A I1SO, Sarnatherm-H . .
LWC-36 | psistructural | Min. 200 psi Celcore Cellular Concrete | 1SO or Sarnatherm-R ISO, DuPont P-BMorP- | Min. 0.25-inch DensDeck or P-BMOrP- | rg 52121 or FB-S2121-VC | -112.5
R CRA DensDeck Prime CRA
concrete Styrofoam Brand Roofmate or Highload
60 or Insulfoam IX
Min. 2,500 One or more layers min. 1.5-inch . "
LWC-37 | psistructural | Min. 200 psi Celcore Cellular Concrete Sarnatherm-A ISO, Sarnatherm-H ISO P-BM or P- ?Optlor?al) additional layers of base | P-8M or P- FB-S2121 or FB-S2121-VC | -112.5
CRA insulation CRA
concrete or Sarnatherm-R ISO
FB-SAD-FMA 12-inch o.c.
Min. 2,500 One or more layers min. 1.5-inch . . . R !
L . . P-BM or P- (Optional) Min. 0.25-inch P-BM or P- FB-SOM-FMA 12-inch
LWC-38 | psistructural | Min. 200 psi Celcore Cellular Concrete Sarnatherm-A ISO, Sarnatherm-H ISO CRA DensDeck Prime CRA o.c., FB-SAD-A, FB-OB500 -120.0
concrete or Sarnatherm-R ISO
or FB-TRA
(Optional) One or more layers min. 1.5-
Min. 2,500 inch Sarnatherm-A 1SO, Sarnatherm-H P-BM or P- P-BM or P-
LWC-39 | psistructural | Min. 200 psi Celcore Cellular Concrete ISO or Sarnatherm-R ISO, DuPont CRA Min. 0.25-inch DensDeck Prime CRA FB-S2170-VC -127.5
concrete Styrofoam Brand Roofmate or Highload
60 or Insulfoam IX
ELASTIZELL, NOA 23-0817.05:
BAREBACK MEMBRANE APPLICATIONS:
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTRUAL CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

REFER TO NOTE 16B FOR VAPOR BARRIER (DRY-IN ROOF) OPTIONS FOR USE BETWEEN STRUCTURAL CONCRETE DECK AND LIGHTWEIGHT CONCRETE

Base Insulation Layer Coverboard
System Deck . . MDP
No N Lightweight Concrete (Note 14) o Attach o Attach Roof Cover (Note 15) —[ sf)*
. _‘ ote [
ype (Notes 6,7,8) ype (Notes 6,7,8)
Min. 2,500
! Min. 200 psi Elastizell Lightweight Opti | iti Il fb BB-52170-VC or BB-
LWC-40 | psistructural | - 220 Psi HlastizellLightweig Min. 1.5-inch Sarnatherm-A ISO s-om-pa | (Optional) additionallayers of base | ¢ o, or 975
Insulating Concrete insulation S2175
concrete
Min. 2,500 Min. 200 psi Elastizell Lightweight Min. 1.5-inch Sarnatherm-A 1SO or
LWC-41 | psi structural COUP ghiwelg - S-OM-BA | Min. 0.25-inch DensDeck Prime SOM-BA | BB-52170-VC 1275
Insulating Concrete Sarnatherm-H ISO
concrete
Min. 2,500 Min. 200 psi Elastizell Lightweight Min. 1.5-inch Sarnatherm-A 1SO or Min. 0.25-inch DensDeck or
LWC-42 | psi structural L £0P ghtwelg - S-OM-BA e & S-OM-BA | BB-52170 -202.5
Insulating Concrete Sarnatherm-H I1SO DensDeck Prime
concrete
Min. 2,500 Min. 200 psi Elastizell Lightweight Min. 1.5-inch Sarnatherm-A 1SO or
LWC-43 | psi structural COUP ghtwelg - S-OM-BA | Min. 0.25-inch DensDeck Prime SOM-BA | BB-52175 2025
Insulating Concrete Sarnatherm-H ISO
concrete
Min. 2,500 Min. 0.25-inch DEXcell FA Glass
! Min. 2 i Elastizell Ligh igh Min. 1.5-inch h -Al BB-S2170, BB-S2170-V
LWC-24 | psistructural | Min- 200 psi Elastizell Lightweight in. 1.5-inch SarnggggF-~RGQgor S-OM-BA | Mat Roof Board or 7/16-inch S-OM-BA 52170, BB-S2170-VC, | 5, 5
Insulating Concrete Sarnatherm-H I1SO BB-S2121 or BB-S2175
concrete DEXcell Cement Roof Board
LWC-45 N:ittfi?fral mft?: pé:)ilcarsettlze” et Min. 1.5-inch Sarnatherm-A SO P-BMorP- | (Optional) additional layers of base | P-BMorP- | BB-52170-VC or BB- -97.5
P J o CRA insulation CRA 52175 :
concrete
Min. 2,500 Min. 200 psi Elastizell Lightweight One or more layers min. 1.5-inch P_BM or P- P_BM or P-
LWC-46 | psistructural | Insulating Concrete Sarnatherm-A ISO, Sarnatherm-H ISO CRA Min. 0.25-inch DensDeck Prime CRA BB-52170-VC -127.5
concrete or Sarnatherm-R ISO
Min. 2.500 (Optional) One or more layers min. 1.5-
LWC-47 | psi structural Min. 290 psi Elastizell Lightweight inch Sarnatherm-A 1SO, Sarnatherm-H P-BM or P- Min. 0.25-inch DensDeck Prime P-BM or P- BB-52170 or BB-52175 215.0
Insulating Concrete 1SO or Sarnatherm-R ISO or Insulfoam CRA CRA
concrete X
FELTBACK MEMBRANE APPLICATIONS:
Min. 2,500 Min. 200 psi Elastizell Lightweight (Optional) additional layers of base
LWC-48 | psi structural L £0P B g Min. 1.5-inch Sarnatherm-A ISO SOM-BA | oPHon 4 S-OM-BA | FB-52170-VC -97.5
Insulating Concrete insulation
concrete
Min. 2,500 Min. 200 psi Elastizell Lightweight Min. 1.5-inch Sarnatherm-A I1SO or (Optional) Min. 0.25-inch
LWC-49 | psi structural 1 o i y S-OM-BA P - , S-OM-BA | FB-$2121 or FB-S2121-VC | -112.5
concrete Insulating Concrete Sarnatherm-H ISO DensDeck or DensDeck Prime
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTRUAL CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

REFER TO NOTE 16B FOR VAPOR BARRIER (DRY-IN ROOF) OPTIONS FOR USE BETWEEN STRUCTURAL CONCRETE DECK AND LIGHTWEIGHT CONCRETE

Base Insulation Layer Coverboard
System Deck . . MDP
No N Lightweight Concrete (Note 14) o Attach o Attach Roof Cover (Note 15) —[ sf)*
. _‘ ote [
ype (Notes 6,7,8) ype (Notes 6,7,8)
Min. 2.500 FB-SAD-FMA 12-inch o.c.,
S Min. 200 psi Elastizell Lightweight Min. 1.5-inch Sarnatherm-A I1SO or . . . or FB-SOM-FMA 12-inch

LWC-50 | psistructural Insulating Concrete Sarnatherm-H ISO S-OM-BA Min. 0.25-inch DensDeck Prime S-OM-BA 0.c., FB-SAD-A, FB-OB500 -120.0

concrete
or FB-TRA
Min. 2,500 . . . . . . . Min. 0.25-inch DEXcell FA Glass FB-S2170, FB-S2170-VC,

LWC-51 | psi structural m;:'ljt?: pé;i':::t'ze" Lightweight SMa':‘r{altf‘;'rrr:hHsgg‘atherm'A IS0 or S-OM-BA Mat Roof Board or 7/16-inch S-OM-BA FB-S2121, FB-SAD-A, FB- | -120.0
concrete g DEXcell Cement Roof Board OB500 or FB-TRA
Min. 2,500 Min. 200 psi Elastizell Lightweight Min. 1.5-inch Sarnatherm-A I1SO or

LWC-52 | psistructural o P i g - S-OM-BA Min. 0.25-inch DensDeck Prime S-OM-BA FB-S2170-VC -127.5

Insulating Concrete Sarnatherm-H I1SO
concrete
Min. 2,500 Min. 200 psi Elastizell Lightweight One or more layers min. 1.5-inch P-BM or P (Optional) additional layers of base | P-BM or P
LWC-53 | psi structural 0P ghtwelg A o option v FB-52170-VC 97.5
Insulating Concrete Sarnatherm-A ISO CRA insulation CRA
concrete
(Optional) One or more layers min. 1.5-
Min. 2,500 . . ) ) ) inch Sarnatherm-A ISO, Sarnatherm-H . .
LWC-54 | psi structural | M- 200 psi Elastizell Lightweight ISO or Sarnatherm-R ISO, DuPont P-BMorP- | Min. 0.25-inch DensDeck or PBMOrP- | £g 52121 or FB-S2121-vC | -1125
Insulating Concrete . CRA DensDeck Prime CRA
concrete Styrofoam Brand Roofmate or Highload
60 or Insulfoam IX
Min. 2,500 . . . . . One or more layers min. 1.5-inch . .
LWC-S5 | psi structural | - 200 Psi Elastizell Lightweight Sarnatherm-A ISO, Sarnatherm-H iso | P2V 0P~ | (Optional) additional favers of base | P-BMlorP- | tg 55151 o1 pp.5o121vC | -1125
Insulating Concrete CRA insulation CRA
concrete or Sarnatherm-R ISO
FB-SAD-FMA 12-inch o.c.
Min. 2 [ in. 1.5-inch _ ) ' )

LWC-56 slirltrl;isl?ral Min. 200 psi Elastizell Lightweight ganri:trhr:ror:AalégsSn;;:athserl:iH S0 P-BM or P- (Optional) Min. 0.25-inch P-BM or P- or FB-SOM-FMA 12-inch 1200
P Insulating Concrete ! CRA DensDeck Prime CRA o.c., FB-SAD-A, FB-OB500 '
concrete or Sarnatherm-R ISO

or FB-TRA
(Optional) One or more layers min. 1.5-
Min. 2,500 . . g . . inch Sarnatherm-A I1SO, Sarnatherm-H
LWC-57 | psi structural | VM- 200 psi Elastizell Lightweight IS0 or Sarnatherm-R ISO, DuPont P-BMorP- | \tin. 0.25-inch DensDeck Prime P-BMorP- | g s2170-vc -1275
Insulating Concrete ) CRA CRA
concrete Styrofoam Brand Roofmate or Highload
60 or Insulfoam IX
MEARLCRETE, NOA 24-0514.06:
BAREBACK MEMBRANE APPLICATIONS:
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTRUAL CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

REFER TO NOTE 16B FOR VAPOR BARRIER (DRY-IN ROOF) OPTIONS FOR USE BETWEEN STRUCTURAL CONCRETE DECK AND LIGHTWEIGHT CONCRETE

Base Insulation Layer Coverboard
System Deck . . MDP
No N Lightweight Concrete (Note 14) o Attach o Attach Roof Cover (Note 15) —[ sf)*
. _‘ ote [
ype (Notes 6,7,8) ype (Notes 6,7,8)
Min. 22 ga.,
Type BV,
Grade 50 steel (Optional) One or more layers min. 1.5-
LWC-58 | atmax. 6t Min. 370 psi, min. 2-inch Mearlcrete inch Sarnatherm-A IS0, Sarnatherm-H (P:RiM OrP- | Min. 0.25-inch DensDeck Prime (P:RiM orP SE zleg_)’S;;fsB 52170 -60.0
spans; 5/8” ISO or Sarnatherm-R ISO
puddle welds,
6” o.c.
Min. 2,500 Min. 200 psi Mearlcrete Lightweight P-BM or P- (Optional) additional layers of base | P-BM or P- $2170-VCBB-S2170-VC or
LWC-59 | psi structural VP S Min. 1.5-inch Sarnatherm-A ISO - ” -97.5
Insulating Concrete CRA insulation CRA BB-S2175
concrete
Min. 2,500 . ) . . One or more layers min. 1.5-inch
LWC-60 | psistructural Min. 2(_)0 psi Mearlcrete Lightweight Sarnatherm-A ISO, Sarnatherm-H ISO P-BM or P- Min. 0.25-inch DensDeck Prime P-BM or P- BB-52170-VC -127.5
Insulating Concrete CRA CRA
concrete or Sarnatherm-R ISO
) (Optional) One or more layers min. 1.5-
Min. 2,500 Min. 200 psi Mearlcrete Lightweight inch Sarnatherm-A I1SO, Sarnatherm-H P-BM or P- P-BM or P-
LWC-61 | psi structural VP ghtweig ’ Min. 0.25-inch DensDeck Prime BB-52170 or BB-52175 2150
Insulating Concrete 1SO or Sarnatherm-R ISO or Insulfoam CRA CRA
concrete X
FELTBACK MEMBRANE APPLICATIONS:
Min. 22 ga.,
Type BV,
Grade 50 steel (Optional) One or more layers min. 1.5-
LWC-62 | atmax.6ft Min. 370 psi, min. 2-inch Mearlcrete inch Sarnatherm-A ISO, Sarnatherm-H P-BMorP Min. 0.25-inch DensDeck Prime P-BMorP FB-52170, FB-52170-VC, -60.0
e an CRA CRA FB-S2121 or FB-S2121-VC
spans; 5/8 1SO or Sarnatherm-R ISO
puddle welds,
6” o.c.
Min. 2,500 Min. 200 psi Mearlcrete Lightweight One or more layers min. 1.5-inch P-BM or P- (Optional) additional layers of base | P-BM or P-
LWC-63 | psi structural EP e Y o roptlor 4 FB-52170-VC 97.5
Insulating Concrete Sarnatherm-A I1SO CRA insulation CRA
concrete
(Optional) One or more layers min. 1.5-
Min. 2,500 inch Sarnatherm-A 1SO, Sarnatherm-H
! Min. 2 iM Li igh ! P-BM or P- Min. 0.25-inch DensDeck P-BM or P-
LWC-64 | psistructural | "in- 200 psi Mearlcrete Lightweight | 16y o natherm-R 150, DuPont or in. 0.25-inch DensDeck or or FB-52121 or FB-52121-VC | -112.5
Insulating Concrete R CRA DensDeck Prime CRA
concrete Styrofoam Brand Roofmate or Highload
60 or Insulfoam IX
Min. 2,500 . . . . One or more layers min. 1.5-inch . -
.2 L -B - -B -
LWC-65 | psi structural Min (.)0 psi Mearlcrete Lightweight Sarnatherm-A ISO, Sarnatherm-H ISO P-BMorP ?Optlorﬁal) additional layers of base | P-BM or P FB-S2121 or FB-S2121-VC | -112.5
Insulating Concrete CRA insulation CRA
concrete or Sarnatherm-R ISO
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTRUAL CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

REFER TO NOTE 16B FOR VAPOR BARRIER (DRY-IN ROOF) OPTIONS FOR USE BETWEEN STRUCTURAL CONCRETE DECK AND LIGHTWEIGHT CONCRETE

Base Insulation Layer Coverboard
System Deck . . MDP
No N Lightweight Concrete (Note 14) o Attach o Attach Roof Cover (Note 15) —[ sf)*
. _‘ ote [
ype (Notes 6,7,8) ype (Notes 6,7,8)
FB-SAD-FMA 12-inch o.c.
Min. 2,500 (0] | in. 1.5-inch ’

W66 slinstrl’JcturaI Min. 200 psi Mearlcrete Lightweight Sanri:trh?roanigss?;:athererC-H so | P-BMorP- | (Optional) Min. 0.25-inch P-BMor P- | FB-SOM-FMA 12-inch 1200
P Insulating Concrete ! CRA DensDeck Prime CRA o.c., FB-SAD-A, FB-OB500 ’
concrete or Sarnatherm-R ISO

or FB-TRA
(Optional) One or more layers min. 1.5-
Min. 2,500 inch Sarnatherm-A 1SO, Sarnatherm-H
L Min. 2 i Mearl Ligh igh ! P-BM or P- d . . P-BM or P-
LWC-67 | psistructural | M 200 Pst Mearlcrete Lightwelght | 15 o s3rmatherm-R 150, Dupont ™" | Min. 0.25-inch DensDeck Prime o | FB-s2170-vC -127.5
Insulating Concrete R CRA CRA
concrete Styrofoam Brand Roofmate or Highload
60 or Insulfoam IX
PRE-EXISTENT CELLULAR LWC (NOTE 14A):
BAREBACK MEMBRANES:
Min. 22 ga., Pre-existent, min. 2-inch thick cellular
Type BV, lightweight concrete S$-2163, S- (Optional) additional layers of base S$-2163, S- BB-S2170, BB-S2170-VC,

LWC-68 | Grade 40 Compressive: 410 psi Min. 1.5-inch Sarnatherm-A 1SO AD-A or S- ins’LIation ¥ AD-A or S- BB-S2175, BB-S2121 or -67.5
steel; 6 ft Withdrawal: Trufast FM-90 Base Sheet AD-BA AD-BA BB-S2121-VC
spans Fastener: 132 Ibf
Min. 22 ga., Pre-existent, min. 2-inch thick cellular
Type BV, lightweight concrete (Optional) Min. 1.5-inch Sarnatherm-A S-2163, S- Min. 0.5-inch Sarnatherm Roof S-2163, S- BB-S2170, BB-S2170-VC,

LWC-69 | Grade 40 Compressive: 410 psi 1SO, Sarnatherm-A CG, Sarnatherm-H AD-A or S- Board-A Ill or Sarnatherm Roof AD-A or S- BB-S2121 or BB-S2121- -67.5
steel; 6 ft Withdrawal: Trufast FM-90 Base Sheet | ISO or Sarnatherm-H CG AD-BA Board-R AD-BA VC
spans Fastener: 132 Ibf
Min. 22 ga. Pre-existent, min. 2-inch thick cellular . .

’ ) B \ ) ) Min. 0.5-inch h Roof
Type BV, lightweight concrete (Optional) Min. 1.5-inch Samnatherm-A | 5-2163,5- | phr- 2->Ineh samatherm Roo 5-2163,5- | BB-52170, BB-52170-VC,
LWC-70 | Grade 40 Compressive: 410 psi ISO, Sarnatherm-A CG, Sarnatherm-H AD-A or S- Sarnatherm Cor.n .osite Roof AD-A or S- BB-S2121, BB-52121-VC -67.5
steel; 6 ft Withdrawal: Trufast FM-90 Base Sheet | 1SO or Sarnatherm-H CG AD-BA P AD-BA or BB-S2175
Board-H
spans Fastener: 132 Ibf
Min. 22 ga., Pre-existent, min. 2-inch thick cellular
Type BV, lightweight concrete (Optional) Min. 1.5-inch Sarnatherm-A S-2163, S- S-2163, S-
K . . . . BB-S2170-VC, BB-S2121

LWC-71 | Grade 40 Compressive: 410 psi I1SO or Sarnatherm-H ISO or min. 0.25- AD-A or S- Min. 0.25-inch DensDeck AD-A or S- or BB-S2121-VC -67.5
steel; 6 ft Withdrawal: Trufast FM-90 Base Sheet | inch DensDeck AD-BA AD-BA
spans Fastener: 132 Ibf
Min. 22 ga., Pre-existent, min. 2-inch thick cellular
Type BV, lightweight concrete (Optional) Min. 1.5-inch Sarnatherm-A S-2163, S- S-2163, S- BB-S2170-VC, BB-S2121,

LWC-72 | Grade 40 Compressive: 410 psi I1SO or Sarnatherm-H ISO or min. 0.25- AD-A or S- Min. 0.25-inch DensDeck Prime AD-A or S- BB-S2121-VC or BB- -67.5
steel; 6 ft Withdrawal: Trufast FM-90 Base Sheet | inch DensDeck Prime AD-BA AD-BA S2175
spans Fastener: 132 Ibf
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTRUAL CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

REFER TO NOTE 16B FOR VAPOR BARRIER (DRY-IN ROOF) OPTIONS FOR USE BETWEEN STRUCTURAL CONCRETE DECK AND LIGHTWEIGHT CONCRETE

Base Insulation Layer Coverboard
System Deck . . MDP
No. N Lightweight Concrete (Note 14) o Attach - Attach Roof Cover (Note 15) —[ sf)*
yp (Notes 6,7,8) yp (Notes 6,7,8)
Min. 22 ga., Pre-existent, min. 2-inch thick cellular
Type BV, lightweight concrete (Optional) Min. 1.5-inch Sarnatherm-A S$-2163, S- Min. 0.25-inch DEXcell FA Glass S$-2163, S-
. . S BB-S2170, BB-S2170-VC,
LWC-73 | Grade 40 Compressive: 410 psi 1SO, Sarnatherm-A CG, Sarnatherm-H AD-A or S- Mat Roof Board or 7/16-inch AD-A or S- BB-52121 or BB-52175 -67.5
steel; 6 ft Withdrawal: Trufast FM-90 Base Sheet | I1SO or Sarnatherm-H CG AD-BA DEXcell Cement Roof Board AD-BA
spans Fastener: 132 Ibf
Min. 22 ga., Pre-existent, min. 2-inch thick cellular
Type BV, lightweight concrete (Optional) Min. 1.5-inch Sarnatherm-A S-2163, S- Min. 0.25-inch SECUROCK S-2163, S-
K . . BB-S2170, BB-S2170-VC
LWC-74 | Grade 40 Compressive: 410 psi 1SO, Sarnatherm-A CG, Sarnatherm-H AD-A or S- Ultralight Coated Glass-Mat Roof AD-A or S- or BB-52175 -67.5
steel; 6 ft Withdrawal: Trufast FM-90 Base Sheet | ISO or Sarnatherm-H CG AD-BA Board AD-BA
spans Fastener: 132 Ibf
FELTBACK MEMBRANES:
Min. 22 ga., Pre-existent, min. 2-inch thick cellular g’g;i'i-:l?c:;i;:;g::r;oz(;()f
Type BV, lightweight concrete Min. 1.5-inch Sarnatherm-A ISO, S-2163, S- Board-H orlSarnatherm Roof S-2163, S- FB-SAD-FMA 12-inch o.c.
LWC-75 | Grade 40 Compressive: 410 psi Sarnatherm-A CG, Sarnatherm-H ISO or | AD-A or S- X R AD-A or S- or FB-SOM-FMA 12-inch -60.0
! Board-R or min. 1.5-inch
steel; 6 ft Withdrawal: Trufast FM-90 Base Sheet | Sarnatherm-H CG AD-BA X AD-BA o.c.
Sarnatherm Composite Roof
spans Fastener: 132 Ibf
Board-H
Min. 22 ga., Pre-existent, min. 2-inch thick cellular FB-S2170, FB-S2170-VC,
Type BV, lightweight concrete (Optional) Min. 1.5-inch Sarnatherm-A S-2163, S- Min. 0.5-inch Sarnatherm Roof S-2163, S- FB-S2121, FB-S2121-VC,
LWC-76 | Grade 40 Compressive: 410 psi I1SO, Sarnatherm-A CG, Sarnatherm-H AD-A or S- Boat:d .A I AD-A or S- FB-SAD-FMA 4-inch o.c., -67.5
steel; 6 ft Withdrawal: Trufast FM-90 Base Sheet | ISO or Sarnatherm-H CG AD-BA AD-BA FB-SOM-FMA 4-inch o.c.
spans Fastener: 132 Ibf or FB-SAD-A
Min. 22 ga., Pre-existent, min. 2-inch thick cellular Min. 0.5-inch Sarnatherm Roof FB-S2170, FB-S2170-VC,
Type BV, lightweight concrete (Optional) Min. 1.5-inch Sarnatherm-A S-2163, S- Boa;d—.H or min. 1.5-inch S-2163, S- FB-S2121, FB-S2121-VC,
LWC-77 | Grade 40 Compressive: 410 psi I1SO, Sarnatherm-A CG, Sarnatherm-H AD-A or S- Sarnatherm Cor.n .osite Roof AD-A or S- FB-SAD-FMA 4-inch o.c., -67.5
steel; 6 ft Withdrawal: Trufast FM-90 Base Sheet | ISO or Sarnatherm-H CG AD-BA Board-H P AD-BA FB-SOM-FMA 4-inch o.c.
spans Fastener: 132 Ibf or FB-OB500 or FB-TRA
Min. 22 ga., Pre-existent, min. 2-inch thick cellular FB-S2170, FB-S2170-VC,
Type BV, lightweight concrete (Optional) Min. 1.5-inch Sarnatherm-A S-2163, S- Min. 0.5-inch Sarnatherm Roof S-2163, S- FB-S2121, FB-S2121-VC,
LWC-78 | Grade 40 Compressive: 410 psi I1SO, Sarnatherm-A CG, Sarnatherm-H AD-A or S- Boal"d—'R AD-A or S- FB-SAD-FMA 4-inch o.c., -67.5
steel; 6 ft Withdrawal: Trufast FM-90 Base Sheet | ISO or Sarnatherm-H CG AD-BA AD-BA FB-SOM-FMA 4-inch o.c.,
spans Fastener: 132 Ibf FB-SAD-A or FB-OB500
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTRUAL CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

REFER TO NOTE 16B FOR VAPOR BARRIER (DRY-IN ROOF) OPTIONS FOR USE BETWEEN STRUCTURAL CONCRETE DECK AND LIGHTWEIGHT CONCRETE

Base Insulation Layer Coverboard
System Deck . . MDP
No. N Lightweight Concrete (Note 14) o Attach - Attach Roof Cover (Note 15) —sf =
(ot ] e (Notes 6,7,8) e (Notes 6,7,8) (osf)
Min. 22 ga., Pre-existent, min. 2-inch thick cellular FB-S2121 or FB-S2121-
Type BV, lightweight concrete Min. 1.5-inch Sarnatherm-A ISO or S$-2163, S- (Optional) Additional layer(s) base S$-2163, S- VC, FB-SAD-FMA 12-inch
LWC-79 | Grade 40 Compressive: 410 psi Sarnatherm-H ISO or min. 0.25-inch AD-A or S- ins?xl tion Y AD-Aor S- o.c., FB-SOM-FMA 12- -67.5
steel; 6 ft Withdrawal: Trufast FM-90 Base Sheet | DensDeck AD-BA & AD-BA inch o.c., FB-SAD-A, FB-
spans Fastener: 132 Ibf OB500 or FB-TRA
Min. 22 ga., Pre-existent, min. 2-inch thick cellular . . .
Type BV, lightweight concrete I(ggt?ar:'igtl\f:lel:mll-\sér(;czzfrzzfthSr:meA 52163, 5- 52163, 5-
LWC-80 | Grade 40 Compressive: 410 psi ! ! K AD-A or S- Min. 0.25-inch DensDeck AD-A or S- FB-S2121 or FB-S2121-VC -67.5
. 1SO or Sarnatherm-H CG or min. 0.25-
steel; 6 ft Withdrawal: Trufast FM-90 Base Sheet | . AD-BA AD-BA
inch DensDeck
spans Fastener: 132 Ibf
FB-S2170, FB-S2170-VC
Min. 22 ga. Pre-exi in. 2-inch thick cellul ! !
In. 22ga., | Pre-existent, min. 2-inch thick ceflular (Optional) Min. 1.5-inch Sarnatherm-A FB-S2121, FB-52121-VC,
Type BV, lightweight concrete S$-2163, S- S-2163, S- .
. ) 1SO, Sarnatherm-A CG, Sarnatherm-H . . . FB-SAD-FMA 12-inch o.c.,
LWC-81 | Grade 40 Compressive: 410 psi < AD-A or S- Min. 0.25-inch DensDeck Prime AD-A or S- R -67.5
steel: 6 ft Withd I Trufast FM-00 Base Sheet ISO or Sarnatherm-H CG or min. 0.25- AD-BA AD-BA FB-SOM-FMA 12-inch
woans Falstenr:xli?;z |E:° as as€ >N€L 1 inch DensDeck Prime o.c., FB-SAD-A, FB-OB500
P ' or FB-TRA
Min. 22 ga., Pre-existent, min. 2-inch thick cellular . . .
Type BV, lightweight concrete I(?gt:’anrigm:mljC'ZCZ:fJZ:‘;Zf;mHA $-2163,5- | Min. 0.25-inch DEXcell FA Glass 5-2163,5- | FB-52170, FB-52170-VC,
LWC-82 | Grade 40 Compressive: 410 psi ’ ! R AD-A or S- Mat Roof Board or 7/16-inch AD-A or S- FB-S2121, FB-SAD-A, FB- -67.5
i 1SO or Sarnatherm-H CG or min. 0.25-
steel; 6 ft Withdrawal: Trufast FM-90 Base Sheet | . AD-BA DEXcell Cement Roof Board AD-BA OB500 or FB-TRA
inch DEXcell FA Glass Mat Roof Board
spans Fastener: 132 Ibf
?A mé ﬁ/ga.' |F: ri-ti),(:ti:téglcnr;;nm eetulr fggtlsf;r:igt'\r:!rr\hl-: érécziffégf;Zfr;mHA §-2163, 5- s2163,5- | Fo22170,FB52L70VE,
ype 5V, & gntc ) ’ ’ ; ’ Min. 0.25-inch SECUROCK Gypsum- ’ FB-S2121, FB-52121-VC,
LWC-83 | Grade 40 Compressive: 410 psi 1SO or Sarnatherm-H CG or min. 0.25- AD-A or S- Fiber Roof Board AD-A or S- FB-SAD-A. FB-OB500 or -67.5
steel; 6 ft Withdrawal: Trufast FM-90 Base Sheet | inch SECUROCK Gypsum-Fiber Roof AD-BA AD-BA !
FB-TRA
spans Fastener: 132 Ibf Board
Min. 22 ga., Pre-existent, min. 2-inch thick cellular (Optional) Min. 1.5-inch Sarnatherm-A
Type BV, lightweight concrete I1SO, Sarnatherm-A CG, Sarnatherm-H S-2163, S- Min. 0.25-inch SECUROCK S-2163, S- FB-S2170, FB-S2170-VC,
LWC-84 | Grade 40 Compressive: 410 psi ISO or Sarnatherm-H CG or min. 0.25- AD-A or S- Ultralight Coated Glass-Mat Roof AD-A or S- FB-SAD-A, FB-OB500 or -67.5
steel; 6 ft Withdrawal: Trufast FM-90 Base Sheet | inch SECUROCK Ultralight Coated AD-BA Board AD-BA FB-TRA
spans Fastener: 132 |bf Glass-Mat Roof Board
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NEmoO | etc.e

TABLE 4B: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-2: BONDED VAPOR BARRIER (OPTIONAL), LWC, BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER

V. Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck B:ﬁ;: Lightweight Concrete th e e MDP
No. (Note 1) (Note 14) T ac T ac Base PI Pl (psf)
(Note 15) L (Notes 6,7,8) ype (Notes 6,7,8) ase Fly Cap Ply
PRE-EXISTENT CELLULAR LWC (NOTE 14A):
Pre-existent, min. 2-inch thick cellular (Optional) Min. 1.5-inch
Min. 2,500 (Optional) lightweight concrete Sarnatherm-A ISO, Sarnatherm-H S-2163, S-AD-A, Min. 0.25-inch | S-2163, S-AD-A, FB-SAD-A, FB-
LWC-85 | psi structural VB?TA Compressive: 380 psi 1SO, Sarnatherm-R ISO, S-AD-BA or S- DensDeck S-AD-BA or S- SBS-TA1 OB500 or FB- -252.5
concrete Withdrawal: Trufast FM-90 Base Sarnatherm-A CG, Sarnatherm-H OM-BA Prime OM-BA TRA
Sheet Fastener: 138 Ibf CG or Sarnatherm-R CG

TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED BASE PLY, BONDED ROOF COVER
REFER TO NOTE 16B FOR VAPOR BARRIER (DRY-IN ROOF) OPTIONS FOR USE BETWEEN STRUCTURAL CONCRETE DECK AND LIGHTWEIGHT CONCRETE

Base Sheet Roof Cover (Note 15)
System Deck Lightweight Concrete e MDP
No. Note 1 Note 14 B astener i Base Pl PI PI sf
(Note 1) (Note 14) ase Nete 11 Spacing ase Ply y Cap Ply (psf)
CELCORE, NOA 24-0906.02:
ls\felar;I if A f’ ;rsde 33 m'F"czI‘T’Sl;’rsL:;T":r:t;"@?t:’hg;f:r';ﬂ: Base Sheet NB | OMG C-R 9-inch o.c. at 4-inch laps FB-SAD-FMA 12-inch
LWC-86 uddle weId.s, withp3/8”, weld Rheology Modifying Admixture 48, Base Sheet | Assembled Base and 12-inch o.c. in two, SBS-AAor | (Optional) | o.c., FB-SOM-FMA 12- 60.0
P ” . £y y £ B NB 120 or Ply Sheet Fastener equally spaced, SBS-TA1 SBS-AA inch o.c., FB-SAD-A or '
washers, 6” o.c. or or min. Celcore PVA Curing Compound is R
; . Sheet HA 118 (1.7 in.) staggered center rows FB-OB500
2,500 psi structural concrete applied.
Min. 22 ga., type B or BV, Min. 300 psi, min 2-|nch thick Celcore OMG C-R 9-inch o.c. at 4-inch laps FB-SAD-FMA 12-inch
Grade 33 steel at max. 5 ft MF Cellular Concrete with Celcore HS ; . ]
” s . Base Sheet NB | Assembled Base and 12-inch o.c. in two, (Optional) | o.c., FB-SOM-FMA 12-
LWC-87 | spans; puddle welds, 6” o.c. or | Rheology Modifying Admixture. After SBS-TA1 . -60.0
. R X X 60 Sheet Fastener equally spaced, SBS-AA inch o.c., FB-SAD-A or
min. 2,500 psi structural setting to support foot traffic, Celcore (1.71n) staggered center rows FB-OB500
concrete PVA Curing Compound is applied. T g8
Min. 22 ga., type B or BV, Min. 300 psi, min 2-|nch thick Celcore OMG C-R 7-inch o.c. at the 3-inch FB-SAD-FMA 12-inch
Grade 33 steel at max. 6 ft MF Cellular Concrete with Celcore HS B . ’
” . . Base Sheet NB | Assembled Base lap and 7-inch o.c. in two, (Optional) | o.c., FB-SOM-FMA 12-
LWC-88 | spans; puddle welds, 6” o.c. or | Rheology Modifying Admixture. After SBS-TA1 ) -67.5
. R X X 60 Sheet Fastener equally spaced, SBS-AA inch o.c., FB-SAD-A or
min. 2,500 psi structural setting to support foot traffic, Celcore (1.71n) stageered center rows FB-OB500
concrete PVA Curing Compound is applied. o &8
,s\fg;.l if riz;??:sB;ﬁgé:j?iiih Min. 300 psi, min 2-inch thick Celcore Base Sheet NB | OMG C-R 7-inch o.c. at the 3-inch lap FB-SAD-FMA 12-inch
LWC-89 | diameter welds ar?d w:’as;lers & Cellular Concrete. After setting to 48, Base Sheet | Assembled Base and 7-inch o.c. in two, SBS-AAor | (Optional) | o.c., FB-SOM-FMA 12- 75.0
. . ! support foot traffic, Celcore PVA Curing NB 120 or Ply Sheet Fastener equally spaced, staggered SBS-TA1 SBS-AA inch o.c., FB-SAD-A or ’
0.c. or min. 2,500 psi structural . . N
concrete Compound is applied. Sheet HA 118 (1.7 in.) center rows FB-OB500
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED BASE PLY, BONDED ROOF COVER

NEmoO | etc.e

REFER TO NOTE 16B FOR VAPOR BARRIER (DRV-IN ROOF) OPTIONS FOR USE BETWEEN STRUCTURAL CONCRETE DECK AND LIGHTWEIGHT CONCRETE

Base Sheet Roof Cover (Note 15)
System Deck Lightweight Concrete = MDP
No. Note 1 Note 14 GRS i sf
(Note 1) (Note 14) Base Note 11 Spacing Base Ply Ply Cap Ply (psf)
Min. 22 ga., type B, Grade 33 Min. 300 psi, min 2-inch thick Celcore OMG C-R 7-inch o.c. at the 3-inch FB-SAD-FMA 12-inch
LWC-90 steel at max. 5 ft spans; Cellular Concrete. After setting to Base Sheet NB | Assembled Base lap and 7-inch o.c. in two, SBS-TAL (Optional) | o.c., FB-SOM-FMA 12- 75.0
puddle welds, 6” o.c. or min. support foot traffic, Celcore PVA 60 Sheet Fastener equally spaced, SBS-AA inch o.c., FB-SAD-A or '
2,500 psi structural concrete Curing Compound is applied. (1.7 in.) staggered center rows FB-OB500
CONCRECEL, NOA 21-1229.06:
Min. 22 ga., type BV, Grade,,go Concrecel Bonding Agent on deck; OMG C-R 7-inch o.c. at the 3-inch FB-SAD-FMA 12-inch
steel at max 5 ft spans; 5/8 Min. 300 psi, min 2%-inch thick Base Sheet NB i . .
. . Assembled Base lap and 7-inch o.c. intwo, | SBS-AAor | (Optional) | o.c., FB-SOM-FMA 12-
LWC-91 | puddle welds with weld- Concrecel Concrete. After setting to 48 or Base . -52.5
” . ) R Sheet Fastener equally spaced, SBS-TA1 SBS-AA inch o.c., FB-SAD-A or
washers 6” o.c. or min. 2,500 support foot traffic, Concrecel Curing Sheet NB 120 A
. . . (1.7 in.) staggered center rows FB-OB500
psi structural concrete Compound is applied.
’ pans; SO0 psl _ Ply Sheet HA | Assembled Base | laps and 7-inch o.c. in SBS-AAor | (Optional) | o.c., FB-SOM-FMA 12-
LWC-92 | 5/8” puddle welds with weld- Concrecel Concrete. After setting to . -82.5
” . . 118 Sheet Fastener two equally spaced, SBS-TA1 SBS-AA inch o.c., FB-SAD-A
washers, 6” o.c. or structural support foot traffic, Concrecel Curing R
. . (1.7 in.) staggered center rows orFB-OB500
concrete Compound is applied.
Min. 22 ga, Type BV, Grade | Concrecel Bonding Agent on deck; OMG C-R 7-inch o.c. at the 4-inch FB-SAD-FMA 12-inch
80 steel at max 5 ft spans; Min. 300 psi, min 2%-inch thick X R .
” : ) Base Sheet NB | Assembled Base laps and 7-inch o.c. in (Optional) | o.c., FB-SOM-FMA 12-
LWC-93 | 5/8” puddle welds with weld- Concrecel Concrete. After setting to SBS-TA1 . -82.5
” . R 60 Sheet Fastener two equally spaced, SBS-AA inch o.c., FB-SAD-A or
washers, 6” o.c. or structural support foot traffic, Concrecel Curing R
. ) (1.7 in.) staggered center rows FB-OB500
concrete Compound is applied.
ELASTIZELL, NOA 23-0817.05:
::Ig;'l zj ie;),(tg?teSB\;,nSrg;i;,?:?: Min. 200 bsi. min. 2.5-inch thick Base Sheet NB | OMG C-R 7-inch o.c. at the 4-inch FB-SAD-FMA 12-inch
LWC-94 uddle welds. 6” zc O’r or EIas;cizeII E rlltwei- h-t Insulatin 48, Base Sheet | Assembled Base laps and 7-inch o.c. in SBS-AAor | (Optional) | o.c., FB-SOM-FMA 12- 45.0
2‘1in 2500 s’i stru<.:t.ural Concrete e € J NB 120 or Ply Sheet Fastener two equally spaced, SBS-TA1 SBS-AA inch o.c., FB-SAD-A or '
i P Sheet HA 118 (1.7 in.) staggered center rows FB-OB500
concrete
Min. 22 ga. type BV, Grade 33 | - . U OMG C-R 7-inch o.c. at the 4-inch FB-SAD-FMA 12-inch
steel at max 6 ft spans; 5/8 Min. 200 psi, min 2.5-inch thick Range X R .
” . . . . Base Sheet NB | Assembled Base laps and 7-inch o.c. in (Optional) | o.c., FB-SOM-FMA 12-
LWC-95 | puddle welds, 6” o.c. or or Il Elastizell Lightweight Insulating SBS-TA1 ) -45.0
R . 60 Sheet Fastener two equally spaced, SBS-AA inch o.c., FB-SAD-A or
min. 2,500 psi structural Concrete. R
(1.7 in.) staggered center rows FB-OB500
concrete
MEARLCRETE, NOA 24-0514.06:
Min. 22 ga., type BV, Grade 33 . B . . Base Sheet NB | OMG C-R 7-inch o.c. at the 4-inch FB-SAD-FMA 12-inch
" Min. 200 psi, min 2.5-inch thick K . .
LWC-96 steel at max 6 ft spans; 5/8 Mearlcrete Lightweight Insulatin 48, Base Sheet | Assembled Base lap and 7-inch o.c. intwo, | SBS-AAor | (Optional) | o.c., FB-SOM-FMA 12- -45.0
puddle welds, 6” o.c. or min. Concrete J & J NB 120 or Ply Sheet Fastener equally spaced, SBS-TA1 SBS-AA inch o.c., FB-SAD-A or ’
2,500 psi structural concrete ’ Sheet HA 118 (1.7in.) staggered center rows FB-OB500
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NEmoO | etc.e
TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED BASE PLY, BONDED ROOF COVER

REFER TO NOTE 16B FOR VAPOR BARRIER (DRV-IN ROOF) OPTIONS FOR USE BETWEEN STRUCTURAL CONCRETE DECK AND LIGHTWEIGHT CONCRETE

System Deck Lightweight Concrete FasteB:: Sheet Roof Cover {Note 15) MDP
No. (Note 1) (Note 14) Base Note 11 Spacing Base Ply Ply Cap Ply (psf)

Min. 22 ga., type BV, Grade 33 OMG C-R 7-inch o.c. at the 4-inch FB-SAD-FMA 12-inch

LWC-97 steel at max 6 ft spans; 5/8” Min. 200 psi, min. 2.5-inch thick Base Sheet NB | Assembled Base laps and 7-inch o.c. in SBS-TAL (Optional) | o.c., FB-SOM-FMA 12- -45.0
puddle welds, 6” o.c. or min. Mearlcrete 60 Sheet Fastener two equally spaced, SBS-AA inch o.c., FB-SAD-A or '
2,500 psi structural concrete (1.7 in.) staggered center rows FB-OB500
Min.22ga, type BV, Grade 33 | |\ oo 0L EZSZEEZEZ NB | omG c-R 7-inch o.c. at the 4-inch FB-SAD-FMA 12-inch

LWC-98 steel at max 5 ft spans; 5/8” Mearlcrete I:ightweight Insulating Shleet NB 120 Assembled Base lap and 7-inch o.c. intwo, | SBS-AAor | (Optional) | o.c., FB-SOM-FMA 12- 525
puddle welds, 6” o.c. or min. Concrete or Ply Sheet Sheet Fastener equally spaced, SBS-TA1 SBS-AA inch o.c., FB-SAD-A or
2,500 psi structural concrete ’ HA 118 (1.7 in.) staggered center rows FB-OB500
Min. 22 ga., type BV, Grade 33 OMG C-R 7-inch o.c. at the 4-inch FB-SAD-FMA 12-inch

LWC-99 steel at max 5 ft spans; 5/8” Min. 300 psi, min 2-inch thick Base Sheet NB | Assembled Base lap and 7-inch o.c. in two, SBS-TAL (Optional) | o.c., FB-SOM-FMA 12- 525
puddle welds, 6” o.c. or min. Mearlcrete. 60 Sheet Fastener equally spaced, SBS-AA inch o.c., FB-SAD-A or '
2,500 psi structural concrete (1.7 in.) staggered center rows FB-OB500

TABLE 4p: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: THERMAL BARRIER TO DECK, VAPOR BARRIER TO THERMAL BARRIER, LWC TO VAPOR BARRIER, NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER
Thermal Barrier i i Base Sheet Roof Cover (Note 15)
System B Fast Attach Primer I;Iaarpr::r LI(g:::::Ireeltg: ' Fast = MDP
asten ac asten .
No. (Note 1) Type iNeta 1) ettt (Note 15) (Note 14) Base iNatadl) Spacing Base Ply Ply Cap Ply (psf)
CONCRECEL NOA 21-1229.06:
Min. 22 ga., ; . 7-inch o.c. at the
TypeB,Grade | Min.05- | o . giTlM :\nﬂ:gza/s?niﬂ Base z\fmcl;i 4 | 4inchlaps and 7- FB-SAD-FMA 12-inch
. . or 4= H H 1, ! - -
LWC-100 33 steel; 6 ft inch #14 with 1perl6 Vapor VB-TA thick Sheet Base Sheet inch o.c. in two SBS-TA1 (Optional) f).c., FB-SOM-FMA 12 675
span; #12 DensDeck ft2 equally spaced, SBS-AA inch o.c., FB-SAD-A or
HWH Teks 5 Prime sarnaplate Re}arder Concrecel NB 60 Fastener staggered center FB-OB500
: ’ Primer TA Concrete. (1.71in.) &
6” o.c. rows
Min. 22 ga., ; . 7-inch o.c. at the
TypeB,Grade | Min.05- | o ‘SiTlM nhf:ng/s?n'za Base grfmcbi 4 | 4inchlapsand7- FB-SAD-FMA 12-inch
. . or 4= H H 1, ! - -
LWC-101 33 steel; 6 ft inch #14 with 1per 1.0 Vapor VBTA thick Sheet Base Sheet inch o.c. in two SBS-TA1 (Optional) f).c., FB-SOM-FMA 12 825
span; #12 DensDeck ft2 equally spaced, SBS-AA inch o.c., FB-SAD-A or
HWH Teks 5 Prime sarnaplate Re-tarder Concrecel NB 60 Fastener staggered center FB-OB500
6 o.c ! (gl U2 Concrete. (1.7 in.) rovssg
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NEmoO | etc.e

TABLE 4e: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: LWC To DECK, BONDED ROOF COVER*

REFER TO NOTE 16B FOR VAPOR BARRIER (DRV-IN ROOF) OPTIONS FOR USE BETWEEN STRUCTURAL CONCRETE DECK AND LIGHTWEIGHT CONCRETE

System Lightweight Concrete (Note 14) MDP
Deck (Note 1) Roof Cover (Note 15) o
No. o Type J Treatment e (psf)*
PRE-EXISTENT CELLULAR LWC (NOTE 14A):
. Pre-existent, min. 2-inch thick cellular lightweight concrete FB-S2170 or FB-S2170-VCat 2 to
LWC-102 f'\t/"snaizs -g:i'zTZZeH?fvﬁrfiijf Setfi' st max-© | ompressive: 250 psi None 2.25 gal/square, FB-52121 at 1 525
pans; ! - Withdrawal: Trufast FM-90 Base Sheet Fastener: 100 Ibf gal/square or FB-SAD-A
Pre-existent, min. 2-inch thick cellular lightweight concrete FB-52170. FB-52170-VC. FB-SAD
LWC-103 | Min. 2,500 psi structural concrete Compressive: 380 psi None - o i ) -255.0
) A, FB-OB500 or FB-TRA
Withdrawal: Trufast FM-90 Base Sheet Fastener: 138 Ibf
CELCORE, NOA 24-0906.02:
lwc-104 | 182282 Type BV, Grade 33 steel; 6ftspan; |\ 565 0 i 5 inch Celcore Cellular Concrete Celcore PVA Curing Compound | FB-52170, FB-S2121 or FB-SAD-A | -60.0
#12 HWH Teks 5, 6” o.c.
LWC-105 18-22 ga. Type BV, ,SSrade 33 steel; 5 ft span; Min. 300 psi, min. 2-inch Celcore Cellular Concrete Celcore PVA Curing Compound FB-S2170, FB-S2121 or FB-SAD-A -75.0
#12 HWH Teks 5, 6” o.c.
. Celcore S-1 Deck Preparation Slurry, approximately 1/16-inch thick slurry,
LWC-106 Min. 22 ga., Type BY’ Grade 40 steel ft M- | followed by min. 310 psi Celcore MF Cellular Concrete with Celcore HS Celcore PVA Curing Compound FB-52170, FB-52170-VC, FBS2121 -82.5
6 ft spans; % to 5/8” puddle welds, 6” o.c. . ) or FB-SAD-A
Rheology Modifying Admixture
LWC-107 18-22 ga. Type BV, ”Grade 33 steel; 4 ft span; Min. 300 psi, min. 2-inch Celcore Cellular Concrete Celcore PVA Curing Compound | FB-S2170, FB-S2121 or FB-SAD-A -90.0
#12 HWH Teks 5, 6” o.c.
LWC-108 | Min. 2,500 psi structural concrete Min. 300 psi, min. 2-inch Celcore Cellular Concrete Celcore PVA Curing Compound | FB-S2121 -112.5
LWC-109 | Min. 2,500 psi structural concrete Min. 300 psi, min. 2-inch Celcore Cellular Concrete Celcore PVA Curing Compound | FB-S2170 or FB-SAD-A -135.0
CONCRECEL, NOA 21-1229.06:
Min. 22 ga. Type BV, Grade 33 steel; 5 ft
;5/8” " o0.c. Min. 300 psi, min. 2-inch C I LWIC
LWC-110 sp?n, 5/8, puddle welds, & .0 c. Deck m, psj| m|r.1 inch Loncrece Concrecel Curing Compound FB-S2121 -97.5
primed with Concrecel Bonding Agent at 600 | Optional min. 1-inch EPS Holey Board.
ft?/gal.
in. . ; Min. 300 psi, min. 2-inch Concrecel LWIC .
LWC-111 Min. 22 g? Type BY, Grade”33 steel; 6 ft P Concrecel Curing Compound FB-S2121 -105.0
span; 5/8” puddle welds, 6” o.c. No EPS Holey Board.
Min. 22 ga. Type BV, Grade 40 steel; 6 ft Min. 300 psi, min. 2-inch Concrecel LWIC .
LWC-112 Concrecel Curing Compound FB-S2121 -1125
span; 5/8” puddle welds, 6” o.c. Optional min. 2-inch EPS Holey Board. uring pou
LWC-113 | Min. 2,500 psi structural concrete Min. 250 psi, min. 2-inch Concrecel LWIC Concrecel Curing Compound FB-S2121 -112.5
ELASTIZELL, NOA 23-0817.05:
Min. 22 ga. Type BV, Grade 33 steel; 6 ft
LWC-114 | span; 5/8” puddle welds or #12 HWH Teks 5, | Min. 250 psi, min. 2-inch Elastizell LWIC with Zell-Crete Fibers in the mix. None FB-S2121 -90.0
6” o.c.
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NEmoO | etc.e
TABLE 4e: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE F: LWC o DECK, BONDED ROOF COVER*
REFER TO NOTE 16B FOR VAPOR BARRIER (DRY-IN ROOF) OPTIONS FOR USE BETWEEN STRUCTURAL CONCRETE DECK AND LIGHTWEIGHT CONCRETE

System Lightweight Concrete (Note 14) MDP
Deck (Note 1) Roof Cover (Note 15) o
No. o Type Treatment e (psf)*
Min. 22 ga. Type BV, Grade 33 steel; 6 ft . Lo . . . . . . FB-S2170 or FB-S2170-VC at 2 to
LWC-115 | span; 5/8” puddle welds or #12 HWH Teks 5, M!n. 350 psl, n_un. Zinch Elastizell LWIC with Zell-Crete Fibers ”? the mix. Zell-erator at 200 ft?/gallon 2.25 gal/square, FB-S2121 at 1 -90.0
” Min. 1-inch, min. 1.0 pcf flat, corrugated or grooved EPS board is allowable.
6” o.c. gal/square or FB-SAD-A
LWC-116 | Min. 2,500 psi structural concrete Min. 200 psi, min. 2-inch Elastizell LWIC None FB-S2121 -112.5
Min. 22 ga. Type BV, Grade 33 steel at max. ) R ) ) . . . . FB-S2170 or FB-S2170-VC at 2 to
Min. . 2-inch El ILwi h Zell- F h .
LWC-117 | 5 ft spans; 5/8” puddle welds or #12 HWH !n 36.0 psl, n.1|n inch Elastize C with Zell-Crete Fibers in tiQQgix Zell-erator at 200 ft?/gallon 2.25 gal/square, FB-S2121 at 1 -112.5
" Min. 2-inch, min. 1.0 pcf flat EPS board.
Teks 5, 6” o.c.. gal/square or FB-SAD-A
Min. 360 psi, min. 2-inch Elastizell LWIC with Zell-Crete Fibers in the mix. FB-S2170 or FB-S2170-VC at 2 to
LWC-118 | Min. 2,500 psi structural concrete Optional min. 1-inch, min. 1.0 pcf flat, corrugated or grooved EPS board is Zell-erator at 200 ft?/gallon 2.25 gal/square, FB-S2121 at 1 -220.0
allowable. gal/square or FB-SAD-A
Min. 2 i, min. 2-inch Elastizell LWIC. i I min. 2-inch, min. 1. f
LWC-119 | Min. 2,500 psi structural concrete in. 200 psi, min. 2-inch Elastizell LWIC. Optional min. 2-inch, min. LOpcf o FB-52121 at 2.25 gal/sq. 2700
EPS holey board is allowable.
MEARLCRETE, NOA 24-0514.06:
Min. 22 ga., Type BV, Grade 50 steel at max. . Lo .
LWC-120 6 ft spans; 5/8” puddle welds, 6” o.c. Min. 370 psi, min. 2-inch Mearlcrete None FB-S2121 60.0

TABLE 4f: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: THERMAL BARRIER TO DECK, VAPOR BARRIER TO THERMAL BARRIER, LWC TO VAPOR BARRIER, BONDED ROOF COVER

Thermal Barrier
System Deck " Vapf)r Lightweight Concrete MDP
No. (Note 1) T Fasten Attach Primer Barrier Note 14 Roof Cover (Note 15) =
) ype (Note11) | (Note17) (Note 15) {Note 19)
PRE-EXISTENT CELLULAR LWC (NOTE 14A):
(e 21| Cradeshsioorety | Min0sinch | SRR | dper 1 | SMORI | vpra | Comeerstopt SR EOnIEE| pa 5170, rasatrovC R |
; DensDeck Prime ft2 \ ompressive: 363 psi SAD-A, FB-OB500 or FB-TRA :
span Sarnaplate Primer TA Withdrawal: Trufast FM-90 Base Sheet Fastener: 138 Ibf
in. . Pre-existent, min. 2-inch thick cellular lightweight t
LWC-122] Grade 35 seon o1t | Mim0Sinch | SEIEENT | aper 0| STEL O | vera Compressver 380pst PR FBS2170, FB-SALT0VE, FB- |
; DensDeck Prime ft2 4 mp Fosup SAD-A, FB-OB500 or FB-TRA :
span Sarnaplate Primer TA Withdrawal: Trufast FM-90 Base Sheet Fastener: 138 |bf
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TABLE 5A: CEMENTITOUS WOOD FIBER DEC

SYSTEM TYPE

NEW CONSTRUCTION or REROOF (TEAR-OFF)

ON, BONDED ROOF COVER*

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15) *
No. (Note 1, Note 12) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
BAREBACK MEMBRANE APPLICATIONS:
CWE-1 3-inch Tectum One or more layers, min. 1.5-inch Sarnatherm-A ISO or S-2163 or (Optional) Additional layer(s) base S-2163 or BB-S2121, BB-S2170, BB- 90.0
Plank; 4 ft span Sarnatherm-H ISO S-AD-BA insulation S-AD-BA S$2170-VC or BB-S2175 or '
CWE-2 3-inch Tectum One or more layers, min. 1.5-inch Sarnatherm-A CG or Sarnatherm- | S-2163 or (Optional) Additional layer(s) base S-2163 or BB-S2121-VC, BB-S2170, BB- 900
Plank; 4 ft span H CG S-AD-BA insulation S-AD-BA $2170-VC or BB-S2175 ’
BB-S2121, BB-S2121-VC, BB-
3-inch Tectum One or more layers, min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-A | S-2163 or . . . S-2163 or ! ’
CWE3 | plank;aftspan | CG, Sarnatherm-H ISO or Sarnatherm-H CG S-AD-BA j- 0-25-108agnsDeck PR S-AD-BA :;132 BB-52170-VCorBB- | -90.0
cwp.g | 3-inch Tectum One or more layers, min. 1.5-inch Sarnatherm-A 1SO, Sarnatherm-A | $-2163 or gﬂ;}:frs;/qc; igE:CDeé'XFC’Z IFICZS;Z]?R:‘;‘? s2163or | BB-52170, BB-S2170-VC,BB- | 0
Plank; 4 ft span CG, Sarnatherm-H ISO or Sarnatherm-H CG S-AD-BA Board S-AD-BA S2175 or BB-S2121 ’
CWE-5 3-inch Tectum One or more layers, min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-A | S-2163 or Min. 0.25-inch SECUROCK Ultralight Coated | S-2163 or BB-S2170, BB-S2170-VC or 900
Plank; 4 ft span CG, Sarnatherm-H ISO or Sarnatherm-H CG S-AD-BA Glass-Mat Roof Board S-AD-BA BB-S2175 ’
3-inch Tectum One or more layers, min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-A | S-2163 or . . S-2163 or BB-S2121, BB-S2170 or BB-
CWF6 | plank: 4 ft span CG, Sarnatherm-H ISO or Sarnatherm-H CG S-AD-BA Min. 0.5-inch Sarnatherm Roof Board-Alll | ¢\ $2170-VC 90.0
3-inch Tectum One or more layers, min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-A | S-2163 or . . S-2163 or BB-S2121, BB-S2170, BB-

WE-7 ! ¢ Min. 0.5-inch h Roof B -H ! ! -90.
¢ Plank; 4 ft span CG, Sarnatherm-H ISO or Sarnatherm-H CG S-AD-BA [D0%-inch Samatherm Roof Board S-AD-BA $2170-VC or BB-52175 90.0
CWF-8 | Existing Tectum | One OF more layers min. 1.5-inch Sarnatherm-A IS, Sarnatherm-H | ¢ \\ 55 | (Optional) Additional layers base insulation | S-OM-BA | BB-52170 -45.0%

I1SO or Sarnatherm-R ISO
. One or more layers min. 1.5-inch Sarnatherm-A 1SO or min. 0.25- (Optional) Additional layers base insulation BB-S2170-VC, BB-S2175, BB- "
CWF-9 | Existing Tectum | 4 ) bensbeck Prime SOMBA | min. 0.25-inch DensDeck Prime SOMBA 1 53121 or BB-52121-VC 450
. . . (Optional) Additional layers base insulation,
One or more layers min. 1.5-inch Sarnatherm-A ISO or min. 0.25- K .
. . . flat or tapered or min. 0.25-inch DEXcell FA BB-S2170, BB-S2170-VC, BB- «
CWF-10 | Existing Tectum inch DEXcell FA Glass Mat Roof Board or 7/16-inch DEXcell Cement | S-OM-BA Glass Mat Roof Board or 7/16-inch DEXcell S-OM-BA $2175 or BB-S2121 45.0
Roof Board
Cement Roof Board
. (Optional) One or more layers min. 1.5-inch Sarnatherm-A I1SO, Min. 0.5-inch Structodek High Density "
CWF-11 | Existing Tectum Sarnatherm-H ISO or Sarnatherm-R ISO or min. 0.25-inch DensDeck S-OM-BA Fiberboard or min. 0.25-inch DensDeck S-OM-BA BB-52170 450
- One or more layers min. 1.5-inch Sarnatherm-A I1SO, Sarnatherm-H P-BM or P- . " . . P-BM or P-
CWF-12 | Existing Tectum 1O or Sarnatherm-R ISO CRA (Optional) Additional layers base insulation CRA BB-52170 -52.5
CWF-13 | Existing Tectum One or more layers min. 1.5-inch Sarnatherm-A 1SO or min. 0.25- P-BM or P- (Optional) Additional layers base insulation P-BM or P- BB-S2170-VC, BB-S2175, BB- 525
& inch DensDeck Prime CRA or min. 0.25-inch DensDeck Prime CRA $2121 or BB-S2121-VC ’
. (Optional) One or more layers min. 1.5-inch Sarnatherm-A I1SO, P-BM or P- Min. 0.5-inch Structodek High Density P-BM or P-
CWF-14 | Existing Tectum Sarnatherm-H ISO or Sarnatherm-R ISO or min. 0.25-inch DensDeck | CRA Fiberboard or min. 0.25-inch DensDeck CRA BB-52170 525
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TABLE 5A: CEMENTITOUS WOOD FIBER DECK

NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE BONDED INSULATION, BONDED ROOF COVER*
Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15) *
No. (Note 1, Note 12) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
9-inch Tectum (Optional) Min. 1-inch Sarnatherm-A ISO, Sarnatherm-A CG, BB-52170, BB-52170-VC, BB-
CWF-15 Plank: 4 ft span Sarnatherm-H ISO or Sarnatherm-R ISO or DuPont Styrofoam P-BM Min. 0.25-inch DensDeck Prime P-BM S2175, BB-S2121 or BB- -75.0
! P Brand Roofmate or Highload 60 or min. 0.25-inch DensDeck Prime $2121-VC
FELTBACK MEMBRANE APPLICATIONS:
CWE-16 3-inch Tectum One or more layers, min. 1.5-inch Sarnatherm-A 1SO, Sarnatherm-A | S-2163 or (Optional) Min. 0.25-inch DensDeck Prime S-2163 or 22_1522111%_;;52211_\7/2_\;%_FB_ -90.0
Plank; 4 ft span CG, Sarnatherm-H ISO or Sarnatherm-H CG S-AD-BA or SECUROCK Gypsum-Fiber Roof Board S-AD-BA SAD-A, FB-OB500 or FB-TRA
CWF-17 3-inch Tectum One or more layers, min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-A | S-2163 or Min. 0.25-inch DEXcell FA Glass Mat Roof S-2163 or FB-S2170, FB-S2170-VC, FB- -90.0
Plank; 4 ft span CG, Sarnatherm-H ISO or Sarnatherm-H CG S-AD-BA Board S-AD-BA OB500 or FB-TRA '
FB-S2170, FB-52170-VC, FB-
3-inch Tectum One or more layers, min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-A | S-2163 or . . S-2163 or ! !
CWEF-18 Plank; 4 ft span CG, Sarnatherm-H 1O or Sarnatherm-H CG S-AD-BA Min. 7/16-inch DEXcell Cement Roof Board S-AD-BA ziléﬁ_;i SAD-A, FB-OB500 -90.0
CWF-19 3-inch Tectum One or more layers, min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-A | S-2163 or Min. 0.25-inch SECUROCK Ultralight Coated | S-2163 or FB-S2170, FB-S2170-VC, FB- -90.0
Plank; 4 ft span CG, Sarnatherm-H ISO or Sarnatherm-H CG S-AD-BA Glass-Mat Roof Board S-AD-BA SAD-A, FB-OB500 or FB-TRA ’
) ) . FB-S2121, FB-S2170, FB-
CWE-20 3-inch Tectum One or more layers, min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-A | S-2163 or Min. 0.5-inch Sarnatherm Roof Board-A Ill S-2163 or $2170-VC, FB-SAD-A, FB- -90.0
Plank; 4 ft span CG, Sarnatherm-H ISO or Sarnatherm-H CG S-AD-BA S-AD-BA
OB500 or FB-TRA
FB-52121, FB-S2170, FB-
3-inch Tectum One or more layers, min. 1.5-inch Sarnatherm-A ISO, Sarnatherm-A | S-2163 or . . S-2163 or ! !
CWEF-21 Plank; 4 ft span CG, Sarnatherm-H 1O or Sarnatherm-H CG S-AD-BA Min. 0.5-inch Sarnatherm Roof Board-H S-AD-BA iéfo-vc, FB-OB500 or FB- -90.0
FB-S2121, FB-S2121-VC, FB-
. One or more layers min. 1.5-inch Sarnatherm-A I1SO, Sarnatherm-H . " . . SAD-FMA 12-inch o.c., FB- "
CWF-22 | Existing Tectum SO or Sarnatherm-R ISO S-OM-BA (Optional) Additional layers base insulation S-OM-BA SOM-FMA 12-inch o.c,, FB- -45.0
SAD-A, FB-OB500 or FB-TRA
. . . (Optional) Additional layers base insulation
CWF-23 | Existing Tectum .?125 g;:l‘g:cfﬁ;':g’r SlE'ilJ';{C(;'CS;g”at:i;“}g;sr?{g;f”;':é:Jd'zs S-OM-BA | or min. 0.25-inch DensDeck Prime or S-OM-BA | FB-52170-VC -45.0%
VP SECUROCK Gypsum-Fiber Roof Board
One or more layers min. 1.5-inch Sarnatherm-A I1SO or min. 0.25- ig?t;:::I)e/::jI(t)lfrr::]Iagil’ss_it:]acs:&s;clzltlliz’ FB-S2170, FB-S2170-VC, FB-
CWEF-24 | Existing Tectum inch DEXcell FA Glass Mat Roof Board or 7/16-inch DEXcell Cement | S-OM-BA P T A S-OM-BA S2121, FB-SAD-A, FB-OB500 | -45.0*
Glass Mat Roof Board or 7/16-inch DEXcell
Roof Board or FB-TRA
Cement Roof Board
L (Optional) One or more layers min. 1.5-inch Sarnatherm-A I1SO, Min. 0.5-inch Structodek High Density "
CWF-25 | Existing Tectum Sarnatherm-H ISO or Sarnatherm-R ISO or min. 0.25-inch DensDeck S-OM-BA Fiberboard or min. 0.25-inch DensDeck S-OM-BA FB-52121 or FB-52121-VC 450
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NEmoO | etc.e
TABLE 5A: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE BONDED INSULATION, BONDED ROOF COVER*

Base Insulation Layer Top Insulation Layer
System Deck MDP
Attach Attach Roof Cover (Note 15) "
No. (Note 1, Note 12) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
FB-S2121, FB-S2121-VC, FB-
. One or more layers min. 1.5-inch Sarnatherm-A I1SO, Sarnatherm-H P-BM or P- . . . . P-BM or P- SAD-FMA 12-inch o.c., FB-

CWF-26 | Existing Tectum S0 or Sarnatherm-R 1SO CRA (Optional) Additional layers base insulation CRA SOM-FMA 12-inch o.c., FB- -52.5

SAD-A, FB-OB500 or FB-TRA

. . . (Optional) Additional layers base insulation
CWF-27 | Existing Tectum .?1:5 g:a:g eecll?ﬁ; r;monrlez Jr;gcszgnat:jr:lgésr(; g;frrélgé r0d.25 ERE;\M P~ | o min. 0.25-inch DensDeck Prime or ERBAM °P~ | Fps2170-ve -52.5
vP SECUROCK Gypsum-Fiber Roof Board
- (Optional) One or more layers min. 1.5-inch Sarnatherm-A I1SO, P-BM or P- Min. 0.5-inch Structodek High Density P-BM or P-

CWF-28 | Existing Tectum Sarnatherm-H ISO or Sarnatherm-R I1SO or min. 0.25-inch DensDeck | CRA Fiberboard or min. 0.25-inch DensDeck CRA FB-52121 or FB-52121-VC 525

9-inch Tectum (Optional) Min. 1-inch Sarnatherm-A ISO, Sarnatherm-A CG, FB-S2170, FB-S2170-VC, FB-
CWEF-29 Plank: 4 ft span Sarnatherm-H ISO or Sarnatherm-R ISO or DuPont Styrofoam P-BM Min. 0.25-inch DensDeck Prime P-BM S2121, FB-S2121-VC, FB- -75.0

! P Brand Roofmate or Highload 60 or min. 0.25-inch DensDeck Prime SAD-A, FB-OB500 or FB-TRA

SELF-ADHERING MEMBRANES:
CWF-30 | Existing Tectum | ONe Of more lavers min. 1.5-inch Samatherm-A IS0, Samnatherm-H | ¢ o1 ga | (optional) Additional layers base insulation | s-OM-BA | S410SAor GA10SAFS, -45.0*
I1SO or Sarnatherm-R ISO self-adhering
. . . (Optional) Additional layers base insulation
CWF-31 | Existing Tectum .one or more Iayers min. 1.5-inch Sarnatherm-/~ g min. q S-OM-BA or min. 0.25-inch DensDeck Prime or S-OM-BA G4105A or G410 A B, -45.0*
inch DensDeck Prime self-adhering
DEXcell FA Glass Mat Roof Board
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NEmoO | etc.e
TABLE 58: CEMENTITOUS WOOD FIBER DECKS - REROOF (TEAR-OFF) OR RECOVER

SYSTEM TYPE MECHANICALLY CHED ANCHOR SHEET, BONDED INSULATION, BONDED BASE PLY, BONDED

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Fast Attach Attach Primer noP
asten ac ac|
No. (Note1) | Type Attach Type Type Base PI Pl Ca (psf)
yp (Note 11) yp (Notes 6,7,8) yp (Notes 6,7,8) Y Y P
Base 9-inch o.c. at the
OMG OlyLok _ - -
Sheet Fastene:/' Min. 1.8- 4-inch lap and 18- Min. 1.5-inch S$-2163, S- S-2163, S- SBS-AA ::ni:/-c\)Dc FI::/IQSIOZM_
Existing | NB48 ) ! . inch o.c. in two, Sarnatherm-A 1SO, AD-A, S-AD- | Min. 0.25-inch AD-A, S-AD- g (Optional) e
CWEF-32 inch embedment X None SBS-VRA-CA FMA 12-inch o.c., -45.0*
Tectum | or Base TAS 105 MCRE > 99 equally spaced, Sarnatherm-H ISO or BA or S-OM- | DensDeck Prime BA or S-OM- or SBS-TAL SBS-AA FB-SAD-A or FB-
Sheet ( = staggered center Sarnatherm-R ISO BA BA
Ibf) 0B500
NB 120 rows
Base 9-inch o.c. at the
OMG OlyLok -SAD- -
Sheet Fastene:/' I(\)/Iin 18- 4-inch lap and 18- Min. 1.5-inch S-2163, S- S-2163, S- Vapor ::nBcs?)Dc F'::/I;_‘SIOZM_
CWE-33 Existing | NB48 inch emb’edm.eni inch o.c. in two, Sarnatherm-A 1SO, AD-A, S-AD- | Min. 0.25-inch AD-A, S-AD- Retarder SBSSA None EMA 1.2:,inch oc 45.0*
Tectum | or Base (TAS 105 MCRF > 99 equally spaced, Sarnatherm-H ISO or BA or S-OM- | DensDeck Prime BA or S-OM- | Primer SB FB-SAD-A or FB.-., ’
Sheet = staggered center Sarnatherm-R ISO BA BA orVC
Ibf) 0B500
NB 120 rows

TABLE 5¢c: CEMENTITOUS WOOD FIBER DECKS - REROOF (TEAR-OFF) OR RECOVER

SYSTEM TYPE C-2: INSULATED, INDUCTION-WELDED ROOF COVER

Syst Insulation L Attachment MDP
ystem nsulation Layer
Deck (Note 1) Row Space Fastener Roof Cover (Note 15B)
No. Note 3 Fastener (Note 11) sf
(Note 3) astener (Note (inch) space (inch) (psf)
SARNADISC RHINOBOND SYSTEMS:
EX|st|ng Tectum gver min. 1.6 gauge One qr m9re Iayers, any OMG Purlin Fastener with Sarnadisc S3.27,. 105327 or Sikaplan L}mvergl (60-
CWF-34 | (0.060-in.), 50 ksi steel purlins spaced combination, prelim X . 48 6 mil) induction welded using RhinoBond -105.0
. RhinoBond Plate fastened through to purlins .
max. 48-inch o.c. attach Installation Tool
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TABLE 6A: EXISTING GYPSUM DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
Sys. oIS Roof Cover (Note 15) MDP
No. (Note 1) Type Attach Type Attach (psf)*
(Notes 6,7,8) (Notes 6,7,8)
BAREBACK MEMBRANE APPLICATIONS:
Existing (Optional) Min. 0.5-inch Sarnatherm-A ISO or Sarnatherm-H 1SO or min. S-2163 or S- . . . S$-2163 or S- BB-S2170, BB-S2170-VC, BB-
GL | gypsumdeck | 0.25-inch DensDeck Prime AD-BA Min. 0.23@gich DensDeCqgrime AD-BA $2175, BB-52121 or BB-S2121-VC | 227
Existing (Opt|9nal) Min. 0.5-inch Sarnatherm-A ISO or Sarntherm-H 1SO or min. $-2163 or Min. 0.25-inch DEXc.eII FA Glass Mat $-2163 or BB-52170, BB-52170-VC, BB-
G-2. 0.25-inch DEXcell FA Glass Mat Roof Board or 7/16-inch DEXcell Cement Roof Board or 7/16-inch DEXcell -257.5
gypsum deck S-AD-BA S-AD-BA S2175 or BB-S2121
Roof Board Cement Roof Board
63 Existing (Optional) Min. 0.5-inch Sarnatherm-A ISO or Sarnatherm-H I1SO or min. S-2163 or S- Min. 0.25-inch SECUROCK Ultralight S-2163 or S- BB-52170, BB-S2170-VC or BB- 2575
’ gypsum deck 0.25-inch SECUROCK Ultralight Coated Glass-Mat Roof Board AD-BA Coated Glass-Mat Roof Board AD-BA S2175 ’
Existing (Optional) Min. 1-inch Sarnatherm-A ISO or Sarnatherm-H ISO or min. . . . BB-S2170, BB-S2170-VC, BB-
-4. -OM-BA Min. 0.25-inch DensDeck P -OM-BA -257.
G gypsum deck | 0.25-inch DensDeck Prime S in. 0.2Q" DensDeOGgme 50 52175, BB-52121 or BB-52121-VC 575
. (Optional) Min. 1-inch Sarnatherm-A ISO or Sarnatherm-H ISO or min. Min. 0.25-inch DEXcell FA Glass Mat
E . . . BB-S2170, BB-S2170-VC, BB-
G5, | Distine 0.25-inch DEXcell FA Glass Mat Roof Board or 7/16-inch DEXcell Cement | S-OM-BA | Roof Board or 7/16-inch DEXcell S-OM-BA 22170, 88-52170-VC -257.5
gypsum deck S2175 or BB-S2121
Roof Board Cement Roof Board
G-6 Existing (Optional) Min. 1-inch Sarnatherm-A ISO or Sarnatherm-H ISO or min. S-OM-BA Min. 0.25-inch SECUROCK Ultralight S-OM-BA BB-S2170, BB-S2170-VC or BB- 2575
’ gypsum deck 0.25-inch SECUROCK Ultralight Coated Glass-Mat Roof Board Coated Glass-Mat Roof Board S2175 ’
L (Optional) Min. 1-inch Sarnatherm-A 1SO, Sarnatherm-A CG, Sarnatherm-
E BB-S2170, BB-S2170-VC, BB-
G-7. XIS:Lnnf deck H 1SO or Sarnatherm-R I1SO or DuPont Styrofoam Brand Roofmate or P-BM Min. 0.25-inch DensDeck Prime P-BM 521575 B%—SleZI orOBB(—:,SZIZI—VC -257.5
gyp Highload 60 or min. 0.25-inch DensDeck Prime !
FELTBACK MEMBRANE APPLICATIONS:
- . ) . ) FB-S2170, FB-S2170-VC, FB-
68 Ems;c:]nlf1 ek (Oonglci)nncahl)DI\;I:]nS.DOE;Z:g::’nS:rnatherm-A ISO or Sarnatherm-H ISO or min. i;lBEf; ors- Min. 0.25-inch DensDeck Prime Z;lBﬁj» orS- $2121, FB-52121-VC, FB-SAD-A, 2575
gyp : FB-OBS500 or FB-TRA
G-9 Existing (Optional) Min. 0.5-inch Sarnatherm-A ISO or Sarnatherm-H 1SO or min. S-2163 or S- | Min. 0.25-inch DEXcell FA Glass Mat | S-2163 orS- | FB-S2170, FB-S2170-VC, FB- 2575
’ gypsum deck 0.25-inch DEXcell FA Glass Mat Roof Board AD-BA Roof Board AD-BA OB500 or FB-TRA ’
G-10 Existing (Optional) Min. 0.5-inch Sarnatherm-A ISO or Sarnatherm-H 1SO or min. S-2163 or Min. 7/16-inch DEXcell Cement Roof | S-2163 or 22-1522117':%_22-;117':(;\2;:‘;;36 or 2575
" | gypsum deck 7/16-inch DEXcell Cement Roof Board S-AD-BA Board S-AD-BA FB-TR’A ! ’
FB-S2170, FB-S2170-VC, FB-
611 Existing (Optional) Min. 0.5-inch Sarnatherm-A ISO or Sarnatherm-H I1SO or min. S-2163 or S- | Min. 0.25-inch SECUROCK Gypsum- S-2163 or S- 521521 F%, 521521 V(é F% SAD-A 2575
’ .25+ -Fi AD-BA i AD-BA e T TR e
gypsum deck 0.25-inch SECUROCK Gypsum-Fiber Roof Board Fiber Roof Board FB-OB500 or FB-TRA
G-12 Existing (Optional) Min. 0.5-inch Sarnatherm-A ISO or Sarnatherm-H 1SO or min. S-2163 orS- | Min. 0.25-inch SECUROCK Ultralight S-2163 or S- | FB-S2170, FB-S2170-VC, FB-SAD- 2575
" | gypsum deck 0.25-inch SECUROCK Ultralight Coated Glass-Mat Roof Board AD-BA Coated Glass-Mat Roof Board AD-BA A, FB-OB500 or FB-TRA ’
. . . . . FB-S2170, FB-S2170-VC, FB-
G-13. Ex's:L”n’i deck éogfnncah')D“Q;Z'Dt:;c:r;i;"atherm'ﬁ\ 0 or Sarnatherm-H IS0 ormin. | s 5p1.a | Min, 0.25-inch DensDeck Prime S-OM-BA | 52121, FB-S2121-VC, FB-SAD-A, | -257.5
&vp : FB-OB500 or FB-TRA
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NEmoO | etc.e
TABLE 6A: EXISTING GYPSUM DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

Base Insulation Layer Top Insulation Layer
Sys. 2L Roof Cover (Note 15) MDP
No. (Note 1) Type Attach ne Attach (psf)*
(Notes 6,7,8) (Notes 6,7,8)
Existing (Optional) Min. 1-inch Sarnatherm-A ISO or Sarnatherm-H ISO or min. Min. 0.25-inch DEXcell FA Glass Mat FB-S2170, FB-S2170-VC, FB-
G-14. gypsum deck 0.25-inch DEXcell FA Glass Mat Roof Board S-OM-BA Roof Board Sl OB500 or FB-TRA 2575
. . . . . . . FB-S2170, FB-S2170-VC, FB-
G-15. Existing (Optl(?nal) Min. 1-inch Sarnatherm-A ISO or Sarnatherm-H ISO or min. S-OM-BA Min. 7/16-inch DEXcell Cement Roof S-OM-BA $2121, FB-SAD-A, FB-OB500 or 9575
gypsum deck 7/16-inch DEXcell Cement Roof Board Board FB-TRA
- . . . . ) . FB-S2170, FB-S2170-VC, FB-
i | DR | g oS S0 Sahem W S00rTin | soppgy | o QIS SOOI | oy | samy s rskos, | 2503
gYpsu : ypsu FB-OB500 or FB-TRA
G-17 Existing (Optional) Min. 1-inch Sarnatherm-A ISO or Sarnatherm-H ISO or min. S-OM-BA Min. 0.25-inch SECUROCK Ultralight S-OM-BA FB-S2170, FB-S2170-VC, FB-SAD- 2575
" | gypsum deck 0.25-inch SECUROCK Ultralight Coated Glass-Mat Roof Board Coated Glass-Mat Roof Board A, FB-OB500 or FB-TRA ’
Existin (Optional) Min. 1-inch Sarnatherm-A 1SO, Sarnatherm-A CG, Sarnatherm- FB-S2170, FB-S2170-VC, FB-
G-18. sunﬁ deck H 1SO or Sarnatherm-R 1SO or DuPont Styrofoam Brand Roofmate or P-BM Min. 0.25-inch DensDeck Prime P-BM $2121, FB-S2121-VC, FB-SAD-A, -257.5
gyp Highload 60 or min. 0.25-inch DensDeck Prime FB-OB500 or FB-TRA
SELF-ADHERING MEMBRANES:
Existing (Optional) Min. 0.5-inch Sarnatherm-A ISO or Sarnatherm-H 1SO or min. S-2163 or S- . . . S-2163 or S- . «
G-19. gypsum deck 0.25-inch DensDeck Prime AD-BA Min. 0.25-inch DensDeck Prime AD-BA G410 SA, self-adhering 90.0
Existing (Optional) Min. 0.5-inch Sarnatherm-A ISO or Sarnatherm-H ISO or min. S-2163 orS- | Min. 0.25-inch DensDeck Prime or S-2163 or S- ’ "
6-20. gypsum deck 0.25-inch DensDeck Prime or DEXcell FA Glass Mat Roof Board AD-BA DEXcell FA Glass Mat Roof Board AD-BA G410 SAFB, self-adhering 105.0
G-21, | EXisting (Optional) Min. 1-inch Sarnatherm-A ISO or Sarnatherm-H ISO or min. SOM-BA | Min. 0.25-inch DensDeck Prime S-OM-BA | G410 SA, self-adhering -90.0*
gypsum deck 0.25-inch DensDeck Prime
Existing (Optional) Min. 1-inch Sarnatherm-A ISO or Sarnatherm-H ISO or min. Min. 0.25-inch DensDeck Prime or . «
G-22. gypsum deck 0.25-inch DensDeck Prime or DEXcell FA Glass Mat Roof Board S-OM-BA DEXcell FA Glass Mat Roof Board S-OM-BA G410 SAFB, self-adhering 105.0

TABLE 68: GYPSUM DECKS — REROOF (TeAR-OFF)

TEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED BASE PLY, BONDED ROOF COVER

System Deck Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) Base Fastener (Note 11) Spacing Base Ply Ply Cap Ply (psf)
623, Existing gypsum Base Sheet Twin Loc-Nail 6-inch o.c. at 4-inch laps and 6-inch o.c. in two, SBS-AAor | (Optional) | FB-SAD-FMA 12-inch o.c., FB-SOM-FMA 12- -60.0
deck NB48 (TAS 105 MCRF > 53 Ibf) equally spaced, staggered center rows SBS-TA1 SBS-AA inch o.c., FB-SAD-A or FB-OB500
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ PEER-SIKA-001.B.R19 for FL9274-R37 (HVHZ)
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TABLE

SYSTEM TYPE

RECOVER APPLICATIONS

BONDED INSULATION, BONDED ROOF COVER*

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Syst Ul Base Insulation Layer Top Insulation Layer A
ystem ubstrate Attach Attach Roof Cover (Note 15) ————
No. (Note 1, Note 12) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
BAREBACK MEMBRANE APPLICATIONS:
Existing gravel-surfaced asphaltic built- . . BB-S2121, BB-S2121-VC,
R-1 up roof, brushed / spudded and One or more layers, min. 0.5-inch 5-2163 or (Optional) Additional layers base insulation 5-2163 or BB-S2170, BB-52170-VC -60.0
Sarnatherm-A ISO S-AD-BA S-AD-BA
vacuumed to remove loose gravel or BB-S2175
Existing gravel-surfaced asphaltic built- | o\ e avers, min. 0.5-inch 52163 or $21630r | BB-S2121, BB-52121-VC
R-2 up roof, brushed / spudded and Sarnatherm-H SO S-AD-BA (Optional) Additional layers base insulation S-AD-BA or BB-S2170 -60.0
vacuumed to remove loose gravel
Existing gravel-surfaced asphaltic built- . .
One or more layers, min. 0.5-inch S-2163 or . . . . S-2163 or BB-S2121 or BB-S2121-
R-3 up roof, brushed / spudded and Sarnatherm-R 1SO S-AD-BA (Optional) Additional layers base insulation S-AD-BA Ve -60.0
vacuumed to remove loose gravel
Existing gravel-surfaced asphaltic built- | (Optional) One or more layers, min. 0.5- $-2163 or $-2163 or BB-S2121, BB-S2121-VC,
R-4 up roof, brushed / spudded and inch Sarnatherm-A 1SO, Sarnatherm-H 1SO Min. 0.25-inch DensDeck BB-S2170 or BB-S2170- -60.0
S-AD-BA S-AD-BA
vacuumed to remove loose gravel or Sarnatherm-R ISO VvC
Existing gravel-surfaced asphaltic built- | (Optional) One or more layers, min. 0.5- 52163 or 52163 or BB-S2121, BB-S2121-VC,
R-5 up roof, brushed / spudded and inch Sarnatherm-A 1SO, Sarnatherm-H ISO Min. 0.25-inch DensDeck Prime BB-S2170, BB-S2170-VC -60.0
S-AD-BA S-AD-BA
vacuumed to remove loose gravel or Sarnatherm-R ISO or BB-S2175
Existing gravel-surfaced asphaltic built- .(Optlonal) One or more layers, min. 0.5- 52163 or Min. O.25-|nch.DEXceII FA Glass Mat Roof $-2163 or BB-52170, BB-52170-VC,
R-6 up roof, brushed / spudded and inch Sarnatherm-A 1SO, Sarnatherm-H 1SO Board or 7/16-inch DEXcell Cement Roof -60.0
S-AD-BA S-AD-BA BB-S2175 or BB-S2121
vacuumed to remove loose gravel or Sarnatherm-R ISO Board
Existi I-surf haltic built- i |
cr Drisine bruched { :‘ng epnate built i(r?cf'sc’a”::;t?]';fn:’_rA":gge gyers, min- 05 | s-21630r | Min. 0.25-inch SECUROCK Ultralight Coated | S-21630r | BB-52170, BB-52170VC | 600
P 4 P 1 S-AD-BA Glass-Mat Roof Board S-AD-BA or BB-S2175 ’
vacuumed to remove loose gravel or Sarnatherm-R ISO
Existing gravel-surfaced asphaltic built- | (Optional) One or more layers, min. 0.5- $-2163 or $-2163 or BB-S2121, BB-S2121-VC,
R-8 up roof, brushed / spudded and inch Sarnatherm-A 1SO, Sarnatherm-H 1SO Min. 0.5-inch Sarnatherm Roof Board-A IlI BB-S2170 or BB-S2170- -60.0
S-AD-BA S-AD-BA
vacuumed to remove loose gravel or Sarnatherm-R ISO VvC
Existing gravel-surfaced asphaltic built- | (Optional) One or more layers, min. 0.5- $-2163 or Min. 0.5-inch Sarnatherm Roof Board-H or 52163 or BB-S2121, BB-S2121-VC,
R-9 up roof, brushed / spudded and inch Sarnatherm-A ISO, Sarnatherm-H ISO S-AD-BA min. 1.5-inch Sarnatherm Composite Roof S-AD-BA BB-52170, BB-S2170-VC -60.0
vacuumed to remove loose gravel or Sarnatherm-R ISO Board-H or BB-S2175
SNLi‘?;s; EZ'S.:!E ;'S;Ztrhs:g fﬁrggi‘f‘i'; 52163, 5 $-2163,5- | BB-52170, BB-52170-VC,
R-10 bitumen oFr) ranule-surface APP Min. 0.5-inch Sarnatherm-A I1SO AD-A or S- (Optional) additional layers of base insulation AD-A or S- BB-S2175, BB-S2121 or -127.5
. .g AD-BA AD-BA BB-S2121-VC
modified bitumen
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TABLE 7A: RECOVER APPLICATIONS

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Syst Ul Base Insulation Layer Top Insulation Layer A
ystem ubstrate Attach Attach Roof Cover (Note 15) ————
No. (Note 1, Note 12) Type Type (psf)*
(Notes 6,7,8) (Notes 6,7,8)
New or existing smooth- or granule- . . .
surface asphalt BUR or SBS modified (Optional) Min. 0.5-inch Sarnatherm-A 5-2163, - . . . 5-2163,5- | g $2170-ve, BB-52121
R-11 . ISO or Sarnatherm-H I1SO or min. 0.25-inch | AD-A or S- Min. 0.25-inch DensDeck or DensDeck Prime AD-A or S- -127.5
bitumen or granule-surface APP K or BB-S2121-VC
modified bitumen DensDeck or DensDeck Prime AD-BA AD-BA
N isti h- le-
Slfr‘]’c‘;c"é :’S"S;':If ;L”F:’Ztr ssosr fqrjgi}’i: . (Optional) Min. 0.5-inch Sarnatherm-A 52163, S- 52163, 5-
R-12 bitumen o? ranule-surface APP ISO or Sarnatherm-H 1SO or min. 0.25-inch | AD-A or S- Min. 0.25-inch DensDeck Prime AD-A or S- BB-S2175 -127.5
modified bitgumen DensDeck or DensDeck Prime AD-BA AD-BA
e o | otondin 05inhsamathern s | satess | U S50 bt saien s [ wwsaim ssaniove
R-13 . P 1SO, Sarnatherm-A CG, Sarnatherm-H I1SO AD-A or S- . \ AD-A or S- BB-S2121 or BB-S2121- -165.0
bitumen or granule-surface APP Board-R or min. 1.5-inch Sarnatherm
. . or Sarnatherm-H CG AD-BA R AD-BA VvC
modified bitumen Composite Roof Board-H
sNL?r‘?;?; ::'s;;nlf ;rlj]:z:hS-B()Sr irggil#:(; (Optional) Min. 0.5-inch Sarnatherm-A $-2163, S- Min. 0.5-inch Sarnatherm Roof Board-H or $-2163, S-
R-14 bitumen o’: ranule-surface APP 1SO, Sarnatherm-A CG, Sarnatherm-H ISO AD-A or S- min. 1.5-inch Sarnatherm Composite Roof AD-A or S- BB-S2175 -165.0
modified bitgumen or Sarnatherm-H CG AD-BA Board-H AD-BA
L\'lfr‘;‘;s; e ;'J;’Ztrhs'B"S' i’g;’i‘;i':(; (Optional) Min. 0.5-inch Sarnatherm-A 5-2163,S- | Min. 0.25-inch DEXcell FA Glass Mat Roof 52163, | po o0 pn o100 ve
R-15 . P 1SO, Sarnatherm-A CG, Sarnatherm-H I1SO AD-A or S- Board or 7/16-inch DEXcell Cement Roof AD-A or S- ! ! -165.0
bitumen or granule-surface APP BB-S2175 or BB-S2121
modified bitumen or Sarnatherm-H CG AD-BA Board AD-BA
New or existing smooth- or granule- . ) .
surface asphalt BUR or SBS modified (Optionalfglin. 0.5 Samatherm-A S-2163, S| \in. 0.25-inch SECUROCK Ultralight Coated 52163, 5| gg 62170, BB-52170-VC
R-16 ) 1SO, Sarnatherm-A CG, Sarnatherm-H ISO AD-A or S- AD-A or S- -165.0
bitumen or granule-surface APP Glass-Mat Roof Board or BB-S2175
modified bitumen or Sarnatherm-H CG AD-BA AD-BA
Existing fully-adh haltic BUR in. 1.5-i BB-52170-V! BB-
R-17 x.|st|ng ully-adhered asphaltic BUR or | One or more layers min. 1.5-inch S-OM-BA (Optional) Additional layers base insulation S-OM-BA 52170-VCor -97.5
mineral surface cap sheet Sarnatherm-A ISO S2175
- ) Min. 1.5-inch Sarnatherm-A 1SO or
R-18 :‘i';z:agl Z:'r'}gigtzregha:ezha't'c BUROr | Sarnatherm-H ISO or min. 0.25-inch S-OM-BA | Min.0.25-inch DensDeck Prime S-OM-BA | BB-52170-VC -120.0
P DensDeck Prime
. . Min. 1.5-inch Sarnatherm-A I1SO or . . .
R-19 Ex.lstlng fully-adhered asphaltic BUR or Sarnatherm-H ISO or min. 0.25-inch S-OM-BA (Optional) M.ln. 0.25-inch DensDeck or S-OM-BA BB-S2170, BB-S2121 or 1200
mineral surface cap sheet . DensDeck Prime BB-2121-VC
DensDeck or DensDeck Prime
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NEmoO | etc.e
TABLE 7A: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Syst Ul Base Insulation Layer Top Insulation Layer A
ystem ubstrate Attach Attach Roof Cover (Note 15) ————
No. (Note 1, Note 12) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
Min. 1.5-inch Sarnatherm-A I1SO or min.
i . : (Optional) Min. 0.25-inch DEXcell FA Glass
Existing fully-adhered asphaltic BUR or | 0.25-inch DEXcell FA Glass Mat Roof . BB-S2170, BB-S2170-VC,
R-20 mineral surface cap sheet Board or 7/16-inch DEXcell Cement Roof | ~OM™BA | Mat Roof Board or7/16-inch DEXcell Cement | SOM-BA | g5 65175 o, g 52121 1200
Roof Board
Board
- . Min. 1.5-inch Sarnatherm-A 1SO or min. (Optional) Min. 0.25-inch DensDeck Prime or
R-21 Existing fully-adhered asphaltic BUR oF | 5 i ch DensDeck Prime or SECUROCK | S-OM-BA | SECUROCK Ultralight Coated Glass-Mat Roof | S-OM-BA | Do 02170 BESZITOVC 45
mineral surface cap sheet . or BB-S2175
Ultralight Coated Glass-Mat Roof Board Board
Existing fully-adhered asphaltic BUR or | One or more layers min. 1.5-inch P-BM or P- . . . . P-BM or P-
R-22 mineral surface cap sheet Sarnatherm-A ISO CRA (Optional) Additional layers base insulation CRA BB-S2170-VC 97.5
Existing fully-adhered asphaltic BUR or | One or more layers min. 1.5-inch P-BM or P- . - . ) P-BM or P- BB-S2170, BB-S2175, BB-
R-23 mineral surface cap sheet Sarnatherm-A ISO CRA (Optional) additional layers of base insulation CRA $2121 or BB-S2121-VC 127.5
(Optional) One or more layers min. 1.5-
inch Sarnatherm-A ISO, Sarnatherm-H ISO
. ) ! BB-S2170, BB-S2170-VC,
R-24 Ex.lstlng fully-adhered asphaltic BUR or | or Sarnatherm-R ISO,‘DuPont Styrofoam P-BM or P- Min. 0.25-inch DensDeck Prime P-BM or P- BB-52175, BB-52121 o 1275
mineral surface cap sheet Brand Roofmate or Highload 60 or CRA CRA BB-S2121.VC
Insulfoam IX or min. 0.25-inch DensDeck
Prime
FELTBACK MEMBRANE APPLICATIONS:
Existing gravel-surfaced asphaltic built FB-52170, FB-52170-VC,
R-25 u roo? gbrushed /s uddeg and One or mEgPLIVREIin- 0-5-inch 5-2163 or (Optional) Additional layers base insulation 5-2163 or FB-52121, FB-S2121-VC, -60.0
proot, P Sarnatherm-A ISO or Sarnatherm-H SO | S-AD-BA P t4 S-AD-BA FB-SAD-A, FB-OB500 or :
vacuumed to remove loose gravel
FB-TRA
Existing gravel-surfaced asphaltic built- . .
One or more layers, min. 0.5-inch S-2163 or . . . . S-2163 or FB-SAD-A, FB-OB500 or
R-26 up roof, brushed / spudded and Sarnatherm-R 1SO S-AD-BA (Optional) Additional layers base insulation S-AD-BA FB-TRA -60.0
vacuumed to remove loose gravel
Existing gravel-surfaced asphaltic built- | One or more layers, min. 1.5-inch .
S-2163 or . - . . S-2163 or FB-SAD-FMA 12-inch o.c.,
R-27 up roof, brushed / spudded and Sarnatherm-A ISO, Sarnatherm-H ISO or S-AD-BA (Optional) Additional layers base insulation S-AD-BA FB-SOM-FMA 12-inch o.c. -60.0
vacuumed to remove loose gravel Sarnatherm-R ISO
Existing gravel-surfaced asphaltic built- | (Optional) One or more layers, min. 0.5-
R-28 up roof, brushed / spudded and inch Sarnatherm-A ISO, Sarnatherm-H I1SO 5-2163 or Min. 0.25-inch DensDeck 5-2163 or FB-52121, FB-52121-VC -60.0
S-AD-BA S-AD-BA or FB-S2170-VC
vacuumed to remove loose gravel or Sarnatherm-R ISO
Existing gravel-surfaced asphaltic built- | (Optional) One or more layers, min. 0.5- 52163 or 52163 or FB-S2121, FB-S2121-VC,
R-29 up roof, brushed / spudded and inch Sarnatherm-A 1SO, Sarnatherm-H 1SO S-AD-BA Min. 0.25-inch DensDeck Prime S-AD-BA FB-S2170-VC, FB-SAD-A, -60.0
vacuumed to remove loose gravel or Sarnatherm-R ISO FB-OB500 or FB-TRA
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NEmoO | etc.e
TABLE RECOVER APPLICATIONS

SYSTEM TYPE BONDED INSULATION, BONDED ROOF COVER*

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Syst Ul Base Insulation Layer Top Insulation Layer A
ystem ubstrate Attach Attach Roof Cover (Note 15) ————
No. (Note 1, Note 12) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
Existing gravel-surfaced asphaltic built- | (Optional) One or more layers, min. 1.5- .
. S-2163 or . . . S-2163 or FB-SAD-FMA 12-inch o.c.,
R-30 up roof, brushed / spudded and inch Sarnatherm-A 1SO, Sarnatherm-H ISO S-AD-BA Min. 0.25-inch DensDeck Prime S-AD-BA FB-SOM-FMA 12-inch o.c. -60.0
vacuumed to remove loose gravel or Sarnatherm-R ISO
Existing gravel-surfaced asphaltic built- | (Optional) One or more layers, min. 0.5- . . FB-S2170, FB-S2170-VC,
R-31 up roof, brushed / spudded and inch Sarnatherm-A 1SO, Sarnatherm-H I1SO 5-2163 or Qn- 0-25-incRERXcell FASIg@ D Roof 5-2163 or FB-SAD-A, FB-OB500 or -60.0
S-AD-BA Board S-AD-BA
vacuumed to remove loose gravel or Sarnatherm-R ISO FB-TRA
Existing gravel-surfaced asphaltic built- | (Optional) One or more layers, min. 0.5- 52163 or 52163 or FB-S2170, FB-S2170-VC,
R-32 up roof, brushed / spudded and inch Sarnatherm-A 1SO, Sarnatherm-H I1SO S-AD-BA Min. 7/16-inch DEXcell Cement Roof Board S-AD-BA FB-S2121, FB-SAD-A, FB- -60.0
vacuumed to remove loose gravel or Sarnatherm-R ISO OB500 or FB-TRA
- L . . FB-S2170, FB-S2170-VC,
f33 E’“iﬂgf gbrri‘;i';“;f:cjg daesgr;?]:'c built- i(r?c’:]t'soa”rz::lt?]Zfr:rA";gge Iszi;sth::?n ?—|5|s o | S-21630r | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof | S-21630r | FB-52121, FB-52121-VC, 600
proot, P ' S-AD-BA Board S-AD-BA FB-SAD-A, FB-OB500 or :
vacuumed to remove loose gravel or Sarnatherm-R ISO
FB-TRA
Existing gravel-surfaced asphaltic built- .(Optlonal) One or more layers, min. 0.5- $-2163 or Min. 0.25-inch SECUROCK Ultralight Coated $-2163 or FB-S2170, FB-S2170-VC,
R-34 up roof, brushed / spudded and inch Sarnatherm-A 1SO, Sarnatherm-H 1SO FB-SAD-A, FB-OB500 or -60.0
S-AD-BA Glass-Mat Roof Board S-AD-BA
vacuumed to remove loose gravel or Sarnatherm-R ISO FB-TRA
Existing gravel-surfaced asphaltic built- | (Optional) One or more layers, min. 0.5- . . . : .
R-35 up roof, brushed / spudded and inch Sarnatherm-A 1SO, Sarnatherm-H ISO SRS o N.Im' 0.5-inch thick Stru§todek High Density 5-2163 or FB-S2121 or FB-S2121-VC -60.0
S-AD-BA Fiberboard Roof Insulation S-AD-BA
vacuumed to remove loose gravel or Sarnatherm-R ISO
Existing gravel-surfaced asphaltic built- | (Optional) One or more layers, min. 0.5- $-2163 or $-2163 or FB-S2170, FB-S2170-VC,
R-36 up roof, brushed / spudded and inch Sarnatherm-A 1SO, Sarnatherm-H 1SO Min. 0.5-inch Sarnatherm Roof Board-A IlI FB-S2121, FB-S2121-VC -60.0
S-AD-BA S-AD-BA
vacuumed to remove loose gravel or Sarnatherm-R ISO or FB-SAD-A
Existing gravel-surfaced asphaltic built- | (Optional) One or more layers, min. 0.5- $-2163 or Min. 0.5-inch Sarnatherm Roof Board-H or 52163 or FB-S2170, FB-S2170-VC,
R-37 up roof, brushed / spudded and inch Sarnatherm-A 1SO, Sarnatherm-H I1SO S-AD-BA min. 1.5-inch Sarnatherm Composite Roof S-AD-BA FB-S2121, FB-S2121-VC, -60.0
vacuumed to remove loose gravel or Sarnatherm-R ISO Board-H FB-OB500 or FB-TRA
Existing gravel-surfaced asphaltic built- .(Optlonal) One or more layers, min. 1.5- $-2163 or Min. 0.5-inch Sarnatherm Roof.Board-f’-\ Il or $-2163 or FB-SAD-FMA 12-inch o.c.,
R-38 up roof, brushed / spudded and inch Sarnatherm-A 1SO, Sarnatherm-H I1SO Sarnatherm Roof Board-H or min. 1.5-inch . -60.0
S-AD-BA . S-AD-BA FB-SOM-FMA 12-inch o.c.
vacuumed to remove loose gravel or Sarnatherm-R ISO Sarnatherm Composite Roof Board-H
e ey | Min Lsihsomaerarso, [ szieys | MmO sben totn i s | rosaoua 2o
R-39 R P Sarnatherm-A CG, Sarnatherm-H ISO or AD-A or S- . . AD-A or S- or FB-SOM-FMA 12-inch -60.0
bitumen or granule-surface APP Sarnatherm-H CG AD-BA Board-R or min. 1.5-inch Sarnatherm AD-BA oc
modified bitumen Composite Roof Board-H o
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TABLE 7A: RECOVER APPLICATIONS

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Syst Ul Base Insulation Layer Top Insulation Layer A
stem ubstrate MDF
VN - Attach Attach Roof Cover (Note 15) £)%A
. (Note 1, Note 12) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
New or existing smooth- or granule- (Optional, when top layer installed) Min. $2163. S $2163. S
R-40 SL.Jrface asphalt BUR or SBS modified 0.5-inch Sarnatherm-A !SO or . AD-A or S- .(Optlonal, when top layer |nsta.|Ied) Min. 0.25- AD-A or S- FB-S2121 or FB-S2121-VC 1125
bitumen or granule-surface APP Sarnatherm-H ISO or min. 0.25-inch AD-BA inch DensDeck or DensDeck Prime AD-BA
modified bitumen DensDeck or DensDeck Prime
New or existing smooth- or granule- (Optional, when top layer installed) Min. .
surface asphalt BUR or SBS modified 1.5-inch Sarnatherm-A 1SO or 5-2163, S (Optional, when top layer installed) Min. 0.25- 5-2163, S FB-SAD-FMA 12 |nch 0-C.
R-41 . . . AD-A or S- . . AD-A or S- or FB-SOM-FMA 12-inch -120.0
bitumen or granule-surface APP Sarnatherm-H 1SO or min. 0.25-inch AD-BA inch DensDeck Prime AD-BA oc
modified bitumen DensDeck Prime "
New or existing smooth- or granule- . . .
e (Optional) Min. 0.5-inch Sarnatherm-A S$-2163, S- . . S$-2163, S- FB-S2170, FB-S2170-VC,
R-42 Z‘i’trfr':znai’:h"::nilf:::rfai ﬂsg'f'ed ISO or Sarnatherm-H ISO or min. 0.25-inch | AD-A or S- g/cl:;é).zs inch RS 4 Glass Mat Roof AD-AorS- | FB-SAD-A, FB-OBS00or | -120.0
modified bitgumen DensDeck Prime AD-BA AD-BA FB-TRA
SN:"r‘?;:er ::'S;;"If ;E‘: (c))trhS-BoSr irgg;i'; (Optional) Min. 0.5-inch Sarnatherm-A 5-2163, S- $-2163,S- | FB-S2170, FB-S2170-VC,
R-43 . i 1SO or Sarnatherm-H ISO or min. 7/16- AD-A or S- Min. 7/16-inch DEXcell Cement Roof Board AD-A or S- FB-S2121, FB-SAD-A, FB- -120.0
bitumen or granule-surface APP
modified bitgumen inch DEXcell Cement Roof Board AD-BA AD-BA OB500 or FB-TRA
New or existing smooth- or granule- . . .
. (Optional) Min. 0.5-inch Sarnatherm-A S-2163, S- . X . S-2163, S- FB-S2121, FB-S2121-VC,
R-44 Z‘i‘tr:‘;::naz)‘:h‘::nill’e'?_;rrfai "/:;’g'f'e‘j ISO or Sarnatherm-H ISO or min. 0.25-inch | AD-A or S- BMO';‘;(?'ZS inch SECUROCK Gypsum-Fiber Roof | sp p'ors- | FB-SAD-A, FB-0BS000r | -120.0
modified bitgumen SECUROCK Gypsum-Fiber Roof Board AD-BA AD-BA FB-TRA
New or existing smooth- or granule- (Optional) Min. 0.5-inch Sarnatherm-A
surface asphalt BUR or SBS modified 1SO or Sarnatherm-H ISO or min. 0.25-inch $-2163,5 Min. 0.25-inch SECUROCK Ultralight Coated 5-2163,5 FB-S2170, FB-S2170-VC,
R-45 . . AD-A or S- AD-A or S- FB-SAD-A, FB-OB500 or -120.0
bitumen or granule-surface APP SECUROCK Ultralight Coated Glass-Mat AD-BA Glass-Mat Roof Board AD-BA FB-TRA
modified bitumen Roof BoardGypsum-Fiber Roof Board
L\'lfr‘;‘;s; :’S"s;':lf ;'J;’Ztrhs';’sr fq'sgi‘f’i':(; (Optional) Min. 0.5-inch Sarnatherm-A 52163, S- 52163, 5-
R-46 bitumen oF: ranule-surface APP ISO or Sarnatherm-H ISO or min. 0.25-inch | AD-A or S- Min. 0.25-inch DensDeck Prime AD-A or S- FB-S2170-VC -127.5
i bitgumen DensDeck Prime AD-BA AD-BA
New or existing smooth- or granule- \ . .
o (Optional) Min. 0.5-inch Sarnatherm-A S-2163, S- . . . S-2163, S-
R-47 Z‘i’trjinc:naffr’har:nilfeR_:;rfaB; xgmed ISO or Sarnatherm-H ISO or min. 0.25-inch | AD-A or S- BMO';(?'ZS inch SECUROCK Gypsum-Fiber Roof | 55 p'ors- | FB-52170 or FB-52170-VC | -127.5
modified bitgumen SECUROCK Gypsum-Fiber Roof Board AD-BA AD-BA
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NEmoO | etc.e
TABLE 7A: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Syst Ul Base Insulation Layer Top Insulation Layer A
y;:m ubstrate Attach Attach Roof Cover (Note 15) ————
. (Note 1, Note 12) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
L . . FB-S2170, FB-S2170-VC,
Surtace ssphalt BUR o 508 modifea | (0Ptonal) Min.05-inch Samatherm-a | s-2163,s- | G SR TR SRR ORI | s2t63, s | FB-sa121, FB-S2121C,
R-48 bitumen o’: ranule-surface APP 1SO, Sarnatherm-A CG, Sarnatherm-H ISO AD-A or S- Board-R or min. 1.5-inch Sarnatherm AD-A or S- FB-SAD-FMA 4-inch o.c. -165.0
nenors or Sarnatherm-H CG AD-BA ) . AD-BA or FB-SOM-FMA 4-inch
modified bitumen Composite Roof Board-H oc
N isti h- le-
Slfr‘]’c‘;c"é :’S"S;':If ;L”F:’Ztr ssosr fqrjgi}’i: . (Optional) Min. 0.5-inch Sarnatherm-A 52163, S- 52163, 5-
R-49 bitumen oF: ranule-surface APP 1SO, Sarnatherm-A CG, Sarnatherm-H I1SO AD-A or S- Min. 0.5-inch Sarnatherm Roof Board-A llI AD-A or S- FB-SAD-A -165.0
modified bitgumen or Sarnatherm-H CG AD-BA AD-BA
N isti h- le-
Sli‘;\;coé ::Is:'_:lf ;S;Z: SBoSr rirsgi:‘ji:d (Optional) Min. 0.5-inch Sarnatherm-A S-2163, S- Min. 0.5-inch Sarnatherm Roof Board-H or S-2163, S-
R-50 . P 1SO, Sarnatherm-A CG, Sarnatherm-H ISO AD-A or S- min. 1.5-inch Sarnatherm Composite Roof AD-A or S- FB-OB500 or FB-TRA -165.0
bitumen or granule-surface APP
modified bitgumen or Sarnatherm-H CG AD-BA Board-H AD-BA
New or existing smooth- or granule- . . .
o (Optional) Min. 0.5-inch Sarnatherm-A
f; halt BUR B fi -21 -21
R-51 urace asphalt BUR or %85 2;’2' ed 1 150, Sarnatherm-A CG, Sarnatherm-H 1O : 21039r | Min. 0.5-inch samatherm Roof Board-R 2 2039 | FBsAD-AOrFB-OBS00 | 1650
modified bitgumen or Sarnatherm-H CG
New or existing smooth- or granule- . . . FB-S2170, FB-S2170-VC,
. (Optional) Min. 0.5-inch Sarnatherm-A S-2163, S- . . . S-2163, S-
f; halt BUR B fi Min. 0.25-inch SECUROCK -F Roof FB-S2121, FB-S2121-Vi
R-52 surface asphalt BUR or SBS modified | o) 'c, 2 therm-A CG, Sarnatherm-H1SO | AD-A or s- in. 0.25-inch SECUROCK Gypsum-Fiber Roof | 1 'p' o ¢ 52121, FB-5 C | 1650
bitumen or granule-surface APP Board FB-SAD-A, FB-OB500 or
e . or Sarnatherm-H CG AD-BA AD-BA
modified bitumen FB-TRA
New or existing smooth- or granule- . . .
. (Optional) Min. 0.5-inch Sarnatherm-A S-2163, S- . . . S-2163, S- FB-S2170, FB-S2170-VC,
f halt BUR B f .0.25-
R-53 bioe oo z:;nulfe_;rrfa; 2;";' ed | 150, Sarnatherm-A CG, Sarnatherm-H SO | AD-AorS- g;"SSOMZ:’t ';22?:5;20“ Uttralight Coated | \p p'ors- | FB-SAD-A, FB-OBS000r | -165.0
modified bitgumen or Sarnatherm-H CG AD-BA AD-BA FB-TRA
New or existing smooth- or granule- 52163 S- 52163, S-
surface asphalt BUR or SBS modified (Optional) Min. 0.5-inch Sarnatherm-A ! Min. 0.25-inch DEXcell FA Glass Mat Roof ! FB-S2170, FB-S2170-VC,
R-54 i AD-Aor S- AD-A or S- -360.0
bitumen or granule-surface APP 1SO AD-BA Board AD-BA FB-OB500 or FB-TRA
modified bitumen
New or existing smooth- or granule-
S-2163, S- S-2163, S- FB-S2170, FB-S2170-VC
f halt BUR or SBS modified Optional) Min. 0.5-inch S therm-A ! ! ! ’
R-55 NS P, |(s orona Ain. 0-5%inch Sarnatherm AD-AorS- | Min. 7/16-inch DEXcell Cement Roof Board | AD-AorS- | FB-S2121, FB-SAD-A, FB- | -360.0
modified bitgumen AD-BA AD-BA OB500 or FB-TRA
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TABLE 7A: RECOVER APPLICATIONS

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
G S Base Insulation Layer Top Insulation Layer T
ystem ubstrate Attach Attach Roof Cover (Note 15) %A
No. (Note 1, Note 12) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
New or existing smooth- or granule-
surface asphalt BUR or SBS modified . . Min. 0.25-inch DEXcell FA Glass Mat Roof FB-S2170, FB-S2170-VC,
R56 bitumen or granule-surface APP Min. 0.5-inch Sarnatherm-A 150 S-AD-A Board S-AD-A FB-OBS500 or FB-TRA -375.0
modified bitumen
Surface sephalt BUR or 585 rrified FE-52170, FB-52170-UC,
R-57 bitumen o? ranule-surface APP Min. 0.5-inch Sarnatherm-A ISO S-AD-A Min. 7/16-inch DEXcell Cement Roof Board S-AD-A FB-S2121, FB-SAD-A, FB- -375.0
nenorg 0B500 or FB-TRA
modified bitumen
New or existing smooth- or granule-
surface asphalt BUR or SBS modified . . Min. 0.25-inch DEXcell FA Glass Mat Roof FB-S2170, FB-S2170-VC,
R-58 bitumen or granule-surface APP Min. 0.5-inch Sarnatherm-A SO & Board 5-2163 FB-OB500 or FB-TRA -3825
modified bitumen
Surace saphalt BUR or 585 rrifed FE-52170, FB-52170-YC,
R-59 bitumen o’: ranule-surface APP Min. 0.5-inch Sarnatherm-A I1SO S-2163 Min. 7/16-inch DEXcell Cement Roof Board S-2163 FB-S2121, FB-SAD-A, FB- -382.5
nenore OB500 or FB-TRA
modified bitumen
R-60 Ex.|st|ng fully-adhered asphaltic BUR or | One or more layers min. 1.5-inch S-OM-BA (Optional) Additional layers base insulation S-OM-BA FB-S2170-VC -97.5
mineral surface cap sheet Sarnatherm-A ISO
. . Min. 1.5-inch Sarnatherm-A I1SO or . . .
R-61 Existing fully-adhered asphaltic BUR o | ¢_ o1t 150 or min. 0.25-inch s-om-ga | (Optional) Min. 0.25-inch DensDeck or S-OM-BA | FB-521210r FB-S2121-VC | -112.5
mineral surface cap sheet . DensDeck Prime
DensDeck or DensDeck Prime
R . FB-SAD-FMA 12-inch o.c.,
Existing fully-adhered asphaltic BUR or AlIL-inch Sarnather.m-A ISO.or . . . . or FB-SOM-FMA 12-inch
R-62 mineral surface cap sheet Sarnatherm-H ISO or min. 0.25-inch S-OM-BA (Optional) Min. 0.25-inch DensDeck Prime S-OM-BA o.c.. FB-SAD-A, FB-OB500 -120.0
P DensDeck Prime o.r I;,B-TRA !
L . (Optional) Min. 1.5-inch Sarnatherm-A
R-63 E:i';te':j Z:'r'}’ai:t‘:reshaezhalt'c BUROT 1 150 or Sarnatherm-H IO or min. 0.25-inch | S-OM-BA | Min. 0.25-inch DensDeck Prime S-OM-BA | FB-52170-VC -120.0
P DensDeck Prime
. . (Optional) Min. 1.5-inch Sarnatherm-A . . FB-S2170, FB-S2170-VC,
R-64 E:i';z:agl Zz'r'zai:t‘:re:haei‘iha't'c BUROT | 150 or Sarnatherm-H ISO or min. 0.25-inch | S-OM-BA BMO';:'ZS inch DEXcell FA Glass Mat Roof S-OM-BA | FB-SAD-A, FB-OBS00or | -120.0
P DEXcell FA Glass Mat Roof Board FB-TRA
Existing fullv-adhered asphaltic BUR or (Optional) Min. 1.5-inch Sarnatherm-A FB-S2170, FB-S2170-VC,
R-65 mineragl Sun‘c’ace - Shee‘i ISO or Sarnatherm-H 1SO or min. 7/16- S-OM-BA | Min. 7/16-inch DEXcell Cement Roof Board S-OM-BA | FB-52121, FB-SAD-A, FB- | -120.0
P inch DEXcell Cement Roof Board OB500 or FB-TRA
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TABLE 7A: RECOVER APPLICATIONS

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
G S Base Insulation Layer Top Insulation Layer T
yerem ubstrate Attach Attach Roof Cover (Note 15) 1A
No. (Note 1, Note 12) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
FB-S2170, FB-S2170-VC
- ) (Optional) Min. 1.5-inch Sarnatherm-A . . . ! !
R-66 Ex.lstlng fully-adhered asphaltic BUR or 1O or Sarnatherm-H ISO or min. 0.25-inch | S-OM-BA Min. 0.25-inch SECUROCK Gypsum-Fiber Roof S-OM-BA FB-S2121, FB-S2121-VC, 1200
mineral surface cap sheet . Board FB-SAD-A, FB-OB500 or
SECUROCK Gypsum-Fiber Roof Board
FB-TRA
(Optional) Min. 1.5-inch Sarnatherm-A
R-67 Existing fully-adhered asphaltic BUR or | 1SO or Sarnatherm-H ISO or min. 0.25-inch S-OM-BA Min. 0.25-inch SECUROCK Ultralight Coated S-OM-BA Eg_zig_g’ Ei—f}zég(?o\:)? 120.0
mineral surface cap sheet SECUROCK Ultralight Coated Glass-Mat Glass-Mat Roof Board ! ’
FB-TRA
Roof Board
Existing fully-adhered asphaltic BUR or | One or more layers min. 1.5-inch P-BM or P- . . . . P-BM or P-
R-68 mineral surface cap sheet Sarnatherm-A ISO CRA (Optional) additional layers of base insulation CRA FB-52170-VC 97.5
One or more layers min. 1.5-inch
Sarnatherm-A ISO, Sarnatherm-H ISO or
Existing fully-adhered asphaltic BUR or | Sarnatherm-R ISO, DuPont Styrofoam P-BM or P- . . . P-BM or P-
R-69 mineral surface cap sheet Brand Roofmate or Highload 60 or CRA Min. 0.22gch DensDeck Prime CRA FB-52121 or FB-52121-VC 112.5
Insulfoam IX or min. 0.25-inch DensDeck
Prime
One or more layers min. 1.5-inch
L . FB-S2121 or FB-S2121-
R-70 Ex.lstlng fully-adhered asphaltic BUR or | Sarnatherm-A ISO, Sarn.atherm-.H ISO or P-BM or P- (Optional) Min. 0.25-inch DensDeck Prime P-BM or P- VC, FB-SAD-A, FB-OB500 1125
mineral surface cap sheet Sarnatherm-R I1SO or min. 0.25-inch CRA CRA
. or FB-TRA
DensDeck Prime
One or more layers min. 1.5-inch FB-SAD-FMA 12-inch o.c.,
Existing fully-adhered asphaltic BUR or T P-BM or P- ) . . ) P-BM or P- FB-SOM-FMA 12-inch
R-71 mineral surface cap sheet Sarnatherm-A ISO, Sarnatherm-H ISO or CRA (Optional) additional layers of base insulation CRA 0.c., FB-SAD-A, FB-OB500 120.0
Sarnatherm-R ISO
or FB-TRA
One or more layers min. 1.5-inch
Sarnatherm-A ISO, Sarnatherm-H ISO or
. . Sarnatherm-R I1SO, DuPont Styrofoam . . .
E fully-adh haltic BUR ¢ P-BM or P- Min. 0.25-inch DensDeck P ECUROCK P-BM or P-
R-72 oene r}’aa: ‘:reghiﬁ alticBUROr | "prand Roofmate or Highload 60 or an e '”som_SF_'E:r A SECUROC | FBs2170-vC -127.5
n urtace cap Insulfoam IX or min. 0.25-inch DensDeck ypsu : a
Prime or SECUROCK Gypsum-Fiber Roof
Board
SELF-ADHERING MEMBRANES:
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TABLE 7A: RECOVER APPLICATIONS

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
G S Base Insulation Layer Top Insulation Layer T
ystem ubstrate Attach Attach Roof Cover (Note 15) ————
No. (Note 1, Note 12) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
(Optional, if base layer installed)
(Optional, if top layer installed) Min. 0.25-inch DensDeck Prime Roof Board,
Existing gravel-surfaced asphaltic built- | One or more layers, min. 0.5-inch 52163 or DEXcell FA Glass Mat Roof Board or $-2163 or
R-73 up roof, brushed / spudded and Sarnatherm-A ISO, Sarnatherm-A CG, S-AD-BA SECUROCK Gypsum-Fiber Roof Board, min. S-AD-BA G410 SA or G410 SA FB -60.0
vacuumed to remove loose gravel Sarnatherm-H ISO, Sarnatherm-H CG, 0.5-inch thick Sarnatherm Roof Board-A Il or
Sarnatherm-R ISO or Sarnatherm-R CG Sarnatherm Roof Board-H or min. 1.5-inch
Sarnatherm Composite Roof Board-H
New or existing smooth- or granule- Min. 0.5-inch Sarnatherm-A ISO (Optional) Additional layer(s) base insulation,
s g . " ! S-2163, S- min. 0.25-inch SECUROCK Gypsum-Fiber Roof S-2163, S-
surface asphalt BUR or SBS modified Sarnatherm-A CG, Sarnatherm-H ISO, ; , *
R-74 . AD-A or S- Board, min. 0.5-inch Sarnatherm Roof Board- AD-A or S- G410 SA -82.5
bitumen or granule-surface APP Sarnatherm-H CG, Sarnatherm-R ISO or . R .
. . AD-BA H or min. 1.5-inch Sarnatherm Composite AD-BA
modified bitumen Sarnatherm-R CG
Roof Board-H
New or existing smooth- or gran.u.le— 5-2163, 5- 5-2163, 5-
surface asphalt BUR or SBS modified . . ; . : ) "
R-75 . Min. 0.5-inch Sarnatherm-A ISO AD-A or S- (Optional) additional layers of base insulation AD-A or S- G410 SA or G410SA FB -90.0
bitumen or granule-surface APP
. . AD-BA AD-BA
modified bitumen
New or existing smooth- or granule- (Optional) Min. 0.5-inch Sarnatherm-A 52163 S 52163 S
R-76 sgrface asphalt BUR or SBS modified ISO or Sarnatherm-H ISQ or min. 0.25-inch AD-A or S- Min. 0.25-inch DensDeck Prime or DEXcell FA AD-A or S- G410 SA or G410 SA FB -90.0*
bitumen or granule-surface APP DensDeck, DensDeck Prime or DEXcell FA AD-BA Glass Mat Roof Board AD-BA
modified bitumen Glass Mat Roof Board
SNLi‘;‘;:; ::'S::If ;S:Z:hs-sosr irjgil#:é (Optional) Min. 0.5-inch Sarnatherm-A 52163, 5- 52163, 5
R-77 i P I1SO, Sarnatherm-A CG, Sarnatherm-H I1SO AD-A or S- Min. 0.5-inch Sarnatherm Roof Board-A IlI AD-A or S- G410 SA or G410SAFB -90.0*
bitumen or granule-surface APP
. . or Sarnatherm-H CG AD-BA AD-BA
modified bitumen
(Optional) Additional layer(s) base insulation,
min. 0.25-inch DensDeck Prime, DEXcell FA
N isti h- - in. 0.5-inch herm- !
Rirace ssphalt BUR o 568 modiied | SatnathermeA GO, Sormathermiiso, | 21635 | Glass Mat Roof Board or SECUROCK Gypsum- | 52163, -
R-78 . P ! ! AD-A or S- Fiber Roof Board, min. 0.5-inch Sarnatherm AD-A or S- G410SAFB -105.0*
bitumen or granule-surface APP Sarnatherm-H CG, Sarnatherm-R ISO or
. . AD-BA Roof Board-A lll, Sarnatherm Roof Board-H or AD-BA
modified bitumen Sarnatherm-R CG . .
Sarnatherm Roof Board-R or min. 1.5-inch
Sarnatherm Composite Roof Board-H
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NEmoO | etc.e

TABLE RECOVER APPLICATIONS
SYSTEM TYPE BONDED INSULATION, BONDED ROOF COVER*
AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
G S Base Insulation Layer Top Insulation Layer T
ystem ubstrate Attach Attach Roof Cover (Note 15) ————
No. (Note 1, Note 12) Type Type (psf)
(Notes 6,7,8) (Notes 6,7,8)
. S Vo
Existing fully-adhered asphaltic BUR or | Sarnatherm-A CG, Sarnatherm-H IO, QT \ G410 SA or G410 SA FB, .
R-79 ) S-OM-BA Board, min. 0.5-inch Sarnatherm Roof Board-A | S-OM-BA ) -82.5
mineral surface cap sheet Sarnatherm-H CG, Sarnatherm-R 1SO or . self-adhering
Sarnatherm-R CG Il or Sarnatherm Roof Board-H or min. 1.5-
inch Sarnatherm Composite Roof Board-H
R-80 Existing fully-adhered asphaltic BUR or | i 4 o i1 o sarnatherm-A 150 S-OM-BA | (Optional) Additional layers base insulation s-om-pa | GAlOSAOrGAIOSAFB, | 4 .
mineral surface cap sheet self-adhering
Min. 1.5-inch Sarnatherm-A I1SO or
R-81 Existing fully-adhered asphaltic BUR or | Sarnatherm-H ISO or min. 0.25-inch S-OM-BA Min. 0.25-inch DensDeck Prime or DEXcell FA S-OM-BA G410 SA or G410 SA FB, -90.0*
mineral surface cap sheet DensDeck, DensDeck Prime or DEXcell FA Glass Mat Roof Board self-adhering ’
Glass Mat Roof Board

SYSTEM TYPE C-2: INSULATED, INDUCTION-WELDED ROOF COVER

TABLE 78: STEEL - RECOVER

(All areas where the existing metal panels do not lay flush on the underlying purlin shall have a pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin.)

o N Attachment VIDP
y:‘oem Deck (Note 1) nsu ?\‘ I::)ng ayer Fast Row Space Fastener Roof Cover (Note 15B) of
b (Note 3) (N 11)
astener {Note (inch) Space (inch)
SARNADISC TRUFAST IW PLATE INDUCTION WELDED SYSTEMS:
Existing standing seam or lap seam metal roof | One or more layers, any | Trufast #12 Purlin Fastener with . . .
. . . 27 | Truf;
R-82 covers having min. 16 gauge (0.060-in.), 50 ksi | combination, min. 1.5- Sarnadisc Trufast IW Plate fastened 60 12 53 |r.1duct|on .we ded using Trufast -45.0
) . ) . ] . Induction Welding Tool and Magnets.
steel purlins spaced max. 60-inch o.c. inch thick, prelim attach | through to purlins
Existing standing seam or lap seam metal roof | One or more layers, any | Trufast #12 Purlin Fastener with . . ’
R-83 covers having min. 16 gauge (0.060-in.), 50 ksi | combination, min. 1.5- Sarnadisc Trufast IW Plate fastened 48 12 5327 |r.1duct|0n .WEIdEd using Trufast -60.0
. N . X . X Induction Welding Tool and Magnets.
steel purlins spaced max. 48-inch o.c. inch thick, prelim attach | through to purlins
Existing standing seam or lap seam metal roof | One or more layers, any | Trufast #12 Purlin Fastener with . . .
. . . . 27 | Truf;
R-84 covers having min. 16 gauge (0.060-in.), 50 ksi | combination, min. 1.5- Sarnadisc Trufast IW Plate fastened 72 6 53 |r.1duct|on .we ded using Trufast -75.0
. N . . . X Induction Welding Tool and Magnets.
steel purlins spaced max. 72-inch o.c. inch thick, prelim attach | through to purlins
Existing standing seam or lap seam metal roof | One or more layers, any | Trufast #12 Purlin Fastener with . . .
R-85 covers having min. 16 gauge (0.060-in.), 50 ksi | combination, min. 1.5- Sarnadisc Trufast IW Plate fastened 36 12 5327 |r'1duct|on welded using Trufast -82.5
. N ) X . X Induction Welding Tool and Magnets.
steel purlins spaced max. 36-inch o.c. inch thick, prelim attach | through to purlins
Existing standing seam or lap seam metal roof | One or more layers, any | Trufast #12 Purlin Fastener with . . .
2
R-86 covers having min. 16 gauge (0.060-in.), 50 ksi | combination, min. 1.5- Sarnadisc Trufast IW Plate fastened 60 6 5327 |r.1duct|on yvelded using Trufast -90.0
. N . . . X Induction Welding Tool and Magnets.
steel purlins spaced max. 60-inch o.c. inch thick, prelim attach | through to purlins
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SYSTEM TYPE C-2: INSULATED, INDUCTION-WELDED ROOF COVER

TABLE 78: STEEL - RECOVER

(All areas where the existing metal panels do not lay flush on the underlying purlin shall have a pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin.)

NEmoO | etc.e

e I Attachment s
ystem nsulation Layer
Deck (Note 1) Row Space Fastener Roof Cover (Note 15B)
No. (Note 3) Fastener (Note 11 . - (psf)
(Note 11) (inch) Space (inch)
Existing standing seam or lap seam metal roof | One or more layers, any | Trufast #12 Purlin Fastener with . . .
R-87 covers having min. 16 gauge (0.060-in.), 50 ksi | combination, min. 1.5- Sarnadisc Trufast IW Plate fastened 48 6 n |r.1duct|on .welded using Trufast -112.5
. N ) . . X Induction Welding Tool and Magnets.
steel purlins spaced max. 48-inch o.c. inch thick, prelim attach | through to purlins
Existing standing seam or lap seam metal roof | One or more layers, any | Trufast #12 Purlin Fastener with . . .
. . . . [ . . 27 | Truf
R-88 covers having min. 16 gauge (0.060-in.), 50 ksi | combination, min. 1.5- Sarnadisc Trufast IW Plate fastened 36 6 53 |r.1duct|0n )Ne ded using Trufast -150.0
) . ) . ) ) Induction Welding Tool and Magnets.
steel purlins spaced max. 36-inch o.c. inch thick, prelim attach | through to purlins
SARNADISC RHINOBOND SYSTEMS:
Existing standing seam or lap seam metal roof | One or more layers, any | OMG Purlin Fastener with Sarnadisc S327, 105327 or Sikaplan Universal (60-
R-89 covers having min. 12 gauge, 36 ksi steel combination, prelim RhinoBond Plate fastened through to 72 12 mil) induction welded using RhinoBond -45.0
purlins spaced max. 72-inch o.c. attach purlins Installation Tool
Existing standing seam or lap seam metal roof | One or more layers, any | OMG Purlin Fastener with Sarnadisc $327, 105327 or Sikaplan Universal (60-
R-90 covers having min. 12 gauge, 36 ksi steel combination, prelim RhinoBond Plate fastened through to 60 12 mil) induction welded using RhinoBond -52.5
purlins spaced max. 60-inch o.c. attach purlins Installation Tool
Existing standing seam or lap seam metal roof | One or more layers, any | OMG Purlin Fasteners or OMG Min. nominal 60-mil S327, 105327 or
R-91 covers having min. 18 gauge, 93 ksi steel combination, RetroDriller with Sarnadisc RhinoBond 120 6 Sikaplan Universal induction welded using -52.5
purlins spaced max. 120-inch o.c. preliminarily fastened plate fastened through to purlins RhinoBond Installation Tool.
. . Sikaplan Uni | (60-mil) inducti
Existing standing seam or lap seam metal roof | One or more layers, any | OMG Purlin Fasteners with Sarnadisc vs:ezlac?e?:inusi:wir;?ncg Plart]:el I)og;dl:r: I(;20| in
R-92 covers having min. 12 gauge, 36 ksi steel combination, prelim RhinoBond plate fastened through to 60 6 € . , £ ! -75.0
- . . accordance with manufacturer’s
purlins spaced max. 60-inch o.c. attach purlins . X
instructions.
Existing sta.ndmg. seam or lap seam. metal roof | One qr mpre Iayer.s, any OMG Purlin Fastener with Sarnadisc $327, 165327 induction welded using
R-93 covers having min. 12 gauge, 36 ksi steel combination, prelim RhinoBond Plate fastened through to 72 6 R . -90.0
R . . RhinoBond Installation Tool
purlins spaced max. 72-inch o.c. attach purlins
Existi i | | MG Purlin F ith i
xisting sta.ndlng. seam or lap seam metal roof | One or more Iayer.s, any | O / G Purlin Fastener with Sarnadisc $327, 105327 induction welded using
R-94 covers having min. 12 gauge, 36 ksi steel combination, prelim RhinoBond Plate fastened through to 60 6 R . -105.0
R . . RhinoBond Installation Tool
purlins spaced max. 60-inch o.c. attach purlins
ISOWELD INDUCTION WELDING SYSTEMS:
Existing standing seam or lap seam metal roof | One or more layers, any | Dekfast DF-#12-PC-SQ with SFS isoweld® S327, 105327 induction welded SFS
R-95 covers having min. 16 gauge (0.0598 inch), 50 | combination, prelim PVC Plate (FI-P-6.8-PVC) are fastened 60 12 isoweld® PVC Plate with SFS isoweld® -45.0
ksi steel purlins spaced max. 60-inch o.c. attach through to purlins 3000 tool.
Existing standing seam or lap seam metal roof | One or more layers, any | Dekfast DF-#12-PC-SQ with SFS isoweld® $327, 105327 induction welded SFS
R-96 covers having min. 16 gauge (0.0598 inch), 50 | combination, prelim PVC Plate (FI-P-6.8-PVC) are fastened 60 6 isoweld® PVC Plate with SFS isoweld® -90.0
ksi steel purlins spaced max. 60-inch o.c. attach through to purlins 3000 tool.
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NEmoO | etc.e
TABLE 7c: RECOVER APPLICATIONS

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER*

AThe reported MDP documents the allowable maximum design pressure of the new roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See Note
12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
System No. Substrate (Note 1, Note 12) Primer / Treatment Roof Cover (Note 15) MDP (psf)*A
R-97 Existing, fully adhered asphaltic granule surface cap sheet None FB-SAD-FMA 12-inch o.c. or FB-SOM-FMA 12-inch o.c. -120.0
R-98 Existing, fully-adhered, granule-surfaced modified bitumen roof cover None FB-SAD-A, FB-OB500 or FB-TRA -315.0
TABLE 8A: PROPRIETARY DECKS — NEW CONSTRUCTION
SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER
System . MDP
No. Deck (Note 1) Primer Roof Cover (Note 15) —sf
USG STRUCTO-CRETE Brand Structural Roof Deck Panels in accordance with USG requirements to meet .
P-1. structural design loads to the satisfication of the Authority Having Jurisdiction (See Note 1 and NOA 23-0316.03) b G410 SA or G410 SA FB, self-adhering -82.5
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ PEER-SIKA-001.B.R19 for FL9274-R37 (HVHZ)
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NEmoO | etc.e

TABLE 9A: HILTI PART / SUPPORT THICKNESS LIMITATIONS?

HILTI PART STEEL SUPPORTING MEMBER THICKNESS (INCH)
X-ENP-19 L15, X-ENP-19 L15MX or X-ENP-19 LISMXR t>0.25
X-HSN 24 0.125<t<0.375
S-MD 12-24 x 1-5/8 M HWH5 0.125<t<0.25

For mechanically attached single ply membrane over steel deck, where the membrane-fastener row-spacing is greater than one-half of the deck span, the above noted Hilti parts may be used in lieu of the the listed ITW
#12 HWH Teks 5 fasteners.

For other applications, refer to Table 8B below.

TABLE 9B: HILTI PART / TYPE B STEEL DECK ATTACHMENT-SPAN LIMITATIONS?

Limited to fully or partially adhered roof coverings or when the membrane-fastener row-spacing is less than or equal to one-half of the deck span.

MAX. DECK SPAN (INCHES)
HILTI PART M::cngﬂTG DE:II(?I)\I(.I;ARLELSZ‘SI?: :-:SF) Min. 22 ga. steel Min. 20 ga. steel Min. 18 ga. steel
Min. 33 ksi Min. 80 ksi Min. 33 ksi Min. 80 ksi Min. 33 ksi Min. 80 ksi
12 -45.0 72 72 72 72 72 72
6 825 72 72 72 72 72 72
6 -90.0 68 72 72 72 72 72
6 975 63 72 72 72 72 72
X-ENP-19 L15 6 -105.0 59 72 72 72 72 72
i?rj:g Eng 6 1125 55 72 67 72 72 72
SCHSN 24 6 -120.0 51 72 63 72 72 72
or 6 1275 48 72 59 72 72 72
S-MD 12-24 x 1-5/8 M HWHS 6 -135.0 45 72 56 72 72 72
6 1425 43 72 53 72 72 72
6 -150.0 41 72 50 72 69 72
6 -157.5 39 71 48 72 65 72
6 -165.0 37 68 46 72 62 72

2 Information is provided as guidance for use at the discretion of the Designer or Record and Authority Having Jurisdiction. Neither NEmMo|etc. nor Robert Nieminen, P.E.purport to evaluate Hilti fasteners for compliance
with the Florida Building Code.
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